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1. SITE DESCRIPTION AND PROJECT SCOPE  



1.1 INTRODUCTION 



EA Engineering, Science, and Technology, Inc., PBC (EA) has prepared this Chemical Data 



Final Report (CDFR) for samples collected as part of well point screening in October 2019.  The 



sampling was conducted in conjunction with Phase 2 remedial action activities for the Puchack 



Well Field Superfund site (Site) in Pennsauken Township, New Jersey.   



 



The Site was placed on the National Priorities List on 6 March 1998 due to the presence of 



chromium contamination in groundwater.  The overall objective of this remediation project is to 



lower total chromium concentrations in groundwater to (or below) 70 micrograms per liter 



(µg/L) through the implementation of an in situ geochemical fixation treatment.  This remedial 



action is being performed pursuant to the September 2006 U.S. Environmental Protection 



Agency (EPA) Record of Decision (EPA 2006).  Major components of the selected remedy 



presented in the Record of Decision include geochemical fixation of chromium via injection of 



reducing chemicals into the designated plume area, implementation of institutional controls to 



restrict the installation of wells and the use of groundwater in the area of contamination, and 



implementation of a long-term groundwater sampling and analysis program to monitor the nature 



and extent of groundwater contamination at the Site and to assess remediation performance and 



plume attenuation over time. 



 



1.2 PROJECT SCOPE  



Implementation of Phase 2 of the selected remedy is occurring in stages.  Four of the stages of 



the remedy result in the generation of validated analytical data.  These stages are:  



 



1. Baseline groundwater sampling (pre-drilling and pre-injection) 



2. Process monitoring during lactate injections 



3. Performance monitoring after lactate injections 



4. Annual monitoring of intermediate sand aquifer wells. 



 



The baseline groundwater sampling characterizes groundwater conditions prior to 



commencement of lactate injections and includes both sampling of existing and newly installed 



wells.  Groundwater screening from well points installed in the middle aquifer was also 



conducted during the baseline sampling, to inform locations and screen depths of monitoring and 



injection wells. 



 



Process monitoring samples are collected to evaluate the performance of the injection system. 



 



Groundwater samples for performance monitoring are being collected from injection, extraction, 



and monitoring wells during six rounds of sampling spanning approximately 3 years after lactate 



injection.  These data will be used to assess treatment progress and changes in the groundwater 



geochemistry.   
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Groundwater from the intermediate sand aquifer is sampled annually to monitor contaminant 



concentrations and potential plume migration. 



 



1.3 PURPOSE AND ORGANIZATION OF THE CDFR 



This CDFR provides a summary of the QC practices employed in the production of definitive 



level data collected as part of well point screening in October 2019. 



 



Sampling and analysis were conducted according to the approved, Work Plan (EA 2019a), 



Contractor Quality Control Plan (CQCP) (EA 2019b), Accident Prevention Plan (EA 2019c), and 



Uniform Federal Policy- (UFP-) Quality Assurance Project Plan (QAPP) (EA 2019d).  QC 



oversight procedures are described in the CQCP and UFP-QAPP.  Any deviations from these 



planning documents are noted in this CDFR.    



 



This report addresses only definitive level data, including chemical data provided by the fixed 



laboratory, which was validated in accordance with the U.S. Army Corps of Engineers (USACE) 



Final Design Specifications (CDM Federal Programs Corporation 2018).  Field data (e.g., water 



quality parameters, groundwater elevations, ferrous iron concentrations analyzed using Hach 



kits, etc.) are not assessed in this CDFR.   



 



The organization of the CDFR is as follows: 



 



• Section 1 Site Description and Project Scope:  Provides information regarding the 



history of the Site and scope of the project, and the purpose of the CDFR. 



 



• Section 2 Data Management and Reporting:  Summarizes the sample management and 



data reporting procedures, and any deviations from the UFP-QAPP. 



 



• Section 3 Chemical Data Quality Assessment:  Summarizes the findings of the data 



validation and assesses the quality of the data. 
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2. DATA MANAGEMENT AND REPORTING 



Well point screening samples were collected using a direct push technology rig equipped with a 



Geoprobe Screen Point-16 Groundwater Sampler.  Water was purged from the sampler and 



temperature, pH, turbidity, dissolved oxygen, oxidation-reduction potential, and specific 



conductance were measured, in accordance with the UFP-QAPP (EA 2019d).  The screening 



samples were analyzed for unfiltered total chromium (some samples were also analyzed for other 



Target Analyte List metals) and for unfiltered hexavalent chromium.   



 



2.1 SAMPLE MANAGEMENT 



After collection, the groundwater samples were submitted to SGS North America, Inc. (SGS) in 



Dayton, New Jersey, for laboratory analysis.  SGS logged the samples into their laboratory 



information management system and sent the work order to EA for review and correction of any 



issues if there were any (e.g., typos in sample names).  Laboratory data were then generated in 



accordance with the laboratory SOPs listed in Worksheet #23 of the UFP-QAPP and included in 



Appendix A of the UFP-QAPP (EA 2019d). 



 



2.2 DATA REPORTING 



Data reporting requirements for this phase of the project included quality assurance (QA)/QC 



reviews of the data by the laboratory prior to delivery of the laboratory reports and electronic 



data deliverables (EDDs) to EA, and issuance of full laboratory reports and EPA Region 2 



formatted EDDs by the laboratory to EA.  Laboratory reports provided by the laboratory are 



included in Appendix A of this report.  The EPA Region 2 Environmental Quality Information 



Systems (EQuIS) EDD with validation qualifiers is provided in Appendix B. 



 



The samples covered by this CDFR include eight well point screening groundwater samples.  



These samples were sent to the laboratory as part of five daily sample delivery groups (SDGs).  



Separate analytical reports were provided for each SDG (Appendix A).  



 



The analytical data underwent a series of reviews before being released by the laboratory.  These 



reviews are described in laboratory SOPs listed in Worksheet #23 of the UFP-QAPP (EA 



2019d).  Upon final review of the reports and EDDs at the laboratory, EPA Region 2 formatted 



EDDs and summary, and final reports as PDF files were provided to EA.  EDDs and final reports 



were due to EA 5 business days after the laboratory’s receipt of the samples.   



 



EA checked the EDDs against the sample chains-of-custody to ensure that the correct sample 



designations and analyses were included and used EarthSoft’s EQuIS Data Processer software  



to check conformance of the laboratory EDD with EPA Region 2 requirements.  If any  



non-conformances were found, the laboratory was notified and the EDD was corrected and  



re-checked.  Following data validation (Section 3.1), the validation information was incorporated 



into each EDD (Appendix B). 



 



Over the course of the project, data reporting requirements have been met.  
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2.3 DEVIATIONS FROM THE UFP-QAPP 



This section details deviations from the UFP-QAPP (EA 2019d) that relate to the collection of 



validated data for the well point screening.  



 



• Modifications to the well point screening approach were made in accordance with RFI-



0007 (16 September 2019), RFI-0014 (22 October 2019), and RFI-0015 (23 October 



2019).   



 



• Modifications to the well point locations were made in accordance with RFI-0009 (16 



October 2019, and RFI-0013 (22 October 2019).   



 



• Well points RA-WP-113, RA-WP-114, and RA-WP-115 were not performed, in 



accordance with RFI-0016 (29 October 2019). 



 



• The following well points were found to be dry or had very little water recovery and 



therefore were not sampled: RA-WP-101, RA-WP-102, RA-WP-105, RA-WP-108, RA-



WP-109, RA-WP-110, RA-WP-112, RA-WP-116. 



 



• Field duplicate samples were not collected with the well point screening samples due to 



insufficient sample volume. 
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3. CHEMICAL DATA QUALITY ASSESSMENT 



This section summarizes the findings of the data validation, assesses whether data quality 



objectives (DQOs) were achieved, and describes the field and laboratory oversight activities and 



other measures used to ensure data reliability. 



 



3.1 DATA VALIDATION AND DATA QUALITY OBJECTIVES 



Field QC samples collected with the well point screening samples included rinsate blanks 



(maximum one per day). 



 



Laboratory QC samples analyzed included matrix spikes (MSs) and matrix spike duplicates 



(MSDs), method/preparation and calibration blanks, continuing calibration verification samples, 



interference check samples, and laboratory control samples.  Table 1 provides a tabular summary 



that correlates project sample designations and laboratory sample designations with SDGs, batch 



identifiers for each analysis, and associated QC analyses (blanks, MS/MSDs, and laboratory 



control samples).   



 



Laboratory data were validated in accordance with the data validation methods and SOPs 



provided in the UFP-QAPP (EA 2019d), using the EPA Region 2 QA standards, Stage 2B 



validation as described in EPA’s Guidance for Labeling Externally Validated Laboratory 



Analytical Data for Superfund Use (January 2009), and the analytical SOPs.  The specific 



validation procedures are detailed in the validation report included in Appendix C.   



 



All the field and laboratory QC samples listed above were reviewed as part of data validation, 



and the chain-of-custody records, holding times, instrument performance records, initial 



calibrations, compound quantitation’s, and data qualifiers were also reviewed.  The validation 



reports are included in Appendix C.  A summary of the sample results that required qualification 



as part of the validation process is presented in Table 2.  The results achieved for precision, 



accuracy, and completeness are discussed below. 



 



3.1.1 Precision 



The precision of the analytical data was assessed through calculation of relative percent 



difference (RPD) for laboratory duplicates.  Assessment was performed during data validation, 



as recorded in the validation reports (Appendix C).   



 



Laboratory duplicate results were found to be within the criteria for precision.  No data included 



in this CDFR were qualified due to deficiencies in data precision. 



 



3.1.2 Accuracy and Bias 



The accuracy of the analytical data was assessed by comparing the results for spiked samples 



(MS, MSD, laboratory control samples) and serial dilutions to the project control limits for 



percent recovery (EA 2019d).   
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Percent recoveries for QC associated with the well point screening samples were within control 



limits.  No data included in this CDFR were qualified as estimated due to deficiencies in data 



accuracy.  



Bias was assessed by comparing blank results to their respective measurement performance 



criteria.  As presented in Table 2, field blank results outside the performance criteria resulted in 



the U-qualification of six sample results. 



 



3.1.3 Completeness 



The completeness goal for this project was greater than 90 percent.  Completeness for each 



analyte is calculated as the percentage of usable data points, which meet the measurement 



performance criteria.  No data included in this CDFR were rejected.  The completeness was 100 



percent.  The completeness goal has been met for all analytes/methods. 



 



3.1.4 Summary 



The data generated for this stage of the project meet the DQOs specified in the project planning 



documents and are considered accurate.  As previously noted, DQOs were met for the wide 



majority of the data and data were determined to be usable.  A minority of the metals data were 



U qualified during the validation.  With regards to chromium, which is the primary contaminant 



of concern at the Site, the chromium result for 1 sample was U qualified and hexavalent 



chromium results for 2 samples were U qualified.  The completeness goal was met for all 



analytes.  The well point screening data are fully usable for the intended purposes.   
 



3.2 SUMMARY OF OVERSIGHT ACTIVITIES AND DATA RELIABILITY 



Field oversight activities were performed in accordance with the CQCP (EA 2019b) and the 



UFP-QAPP (EA 2019d).  Daily field notes, field forms, calibration logs, and results of field 



analyses were reviewed on a regular basis (internally) for completeness, accuracy, and 



comparability between sample locations and field samplers.  Any corrective actions were 



addressed prior to further site work or sample analysis.  The results of the checks are 



summarized in Daily QC Reports.  Chains-of-custody and shipping documentation were 



reviewed upon their completion and verified against the contents of their corresponding sample 



coolers.   



 



Laboratory oversight activities were performed in accordance with procedures outlined in the 



laboratory SOPs provided in the UFP-QAPP (EA 2019d), which comply with the requirements 



of the National Environmental Laboratory Accreditation Program.  All laboratory data packages 



were verified internally by SGS for completeness prior to submittal to EA.  EA personnel  



cross-checked the chains-of-custody with the laboratory work orders and the UFP-QAPP (EA 



2019d), and reviewed the EDDs provided by SGS, to ensure completeness and proper EPA 



Region 2 formatting. 



 



Data reliability, including representativeness and comparability, was ensured through the use of 



consistent field sampling methodology, consistent with the low-flow sampling SOP provided in 
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the UFP-QAPP (EA 2019d); use of consistent laboratory methodology, consistent with the 



laboratory SOPs provided in the UFP-QAPP (EA 2019d); and analysis of QC samples that 



confirm that DQOs are met, as described in Section 3.1.   



 



Based on the successful implementation of these oversight procedures and consistent field and 



laboratory methodologies, and based on the findings of the data validation, it is concluded that 



the data generated for this phase of the project are reliable and are considered accurate and 



usable for the intended purpose as qualified. 
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Project Sample 



Designation



Lab Sample 



Designation



Sampling 



Date



Sampling 



Time



Analytical 



Method



Analysis 



Date



Total (T) or 



dissolved (D)



Sample Delivery 



Group Batch ID Matrix Spike



Method/ Preparation 



Blank



Laboratory Control 



Sample Rinsate Blank



Serial 



Dilution



Field 



Duplicate



JC97278-1 10/23/2019 1455 SW6020 11/4/2019 T JC97278 MP18041 NA MP18041-MB1_JC97283 MP18041-B1_JC97283 NA NA NA



JC97278-1 10/23/2019 1455 SW7196A 10/24/2019 T JC97278 GN1584 GN1584-S3 GN1584-MB1_JC97283 GN1584-B1_JC97283 NA NA NA



JC97278-2 10/23/2019 1610 SW6020 11/4/2019 T JC97278 MP18041 NA MP18041-MB1_JC97283 MP18041-B1_JC97283 NA NA NA



JC97278-2 10/23/2019 1610 SW7196A 10/24/2019 T JC97278 GN1584 NA GN1584-MB1_JC97283 GN1584-B1_JC97283 NA NA NA



JC97382-1 10/24/2019 1225 SW6020 11/4/2019 T JC97382 MP18043 NA MP18043-MB1_JC97469 MP18043-B1_JC97469 RB-102419-2 NA NA



JC97382-1 10/24/2019 1225 SW6020 11/6/2019 T JC97382 MP18043 NA MP18043-MB1_JC97469 MP18043-B1_JC97469 RB-102419-2 NA NA



JC97382-1 10/24/2019 1225 SW7196A 10/24/2019 T JC97382 GN1652 GN1652-S5 GN1652-MB1_JC97382 GN1652-B1_JC97382 RB-102419-2 NA NA



JC97382-2 10/24/2019 1054 SW6020 11/4/2019 T JC97382 MP18043 NA MP18043-MB1_JC97469 MP18043-B1_JC97469 RB-102419-2 NA NA



JC97382-2 10/24/2019 1054 SW6020 11/6/2019 T JC97382 MP18043 NA MP18043-MB1_JC97469 MP18043-B1_JC97469 RB-102419-2 NA NA



JC97382-2 10/24/2019 1054 SW6020 11/6/2019 T JC97382 MP18043 NA MP18043-MB1_JC97469 MP18043-B1_JC97469 RB-102419-2 NA NA



JC97382-2 10/24/2019 1054 SW7196A 10/24/2019 T JC97382 GN1652 NA GN1652-MB1_JC97382 GN1652-B1_JC97382 RB-102419-2 NA NA



JC97469-1 10/25/2019 0938 SW6020 11/4/2019 T JC97469 MP18043 NA MP18043-MB1_JC97469 MP18043-B1_JC97469 RB-102519 NA NA



JC97469-1 10/25/2019 0938 SW7196A 10/25/2019 T JC97469 GN1719 GN1719-S1 GN1719-MB1_JC97469 GN1719-B1_JC97469 RB-102519 NA NA



JC97564-1 10/28/2019 1105 SW6020 11/1/2019 T JC97564 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102819 NA NA



JC97564-1 10/28/2019 1105 SW6020 11/4/2019 T JC97564 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102819 NA NA



JC97564-1 10/28/2019 1105 SW6020 11/4/2019 T JC97564 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102819 NA NA



JC97564-1 10/28/2019 1105 SW7196A 10/28/2019 T JC97564 GN1776 GN1776-S1 GN1776-MB1_JC97564 GN1776-B1_JC97564 RB-102819 NA NA



JC97564-2 10/28/2019 1205 SW6020 11/1/2019 T JC97564 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102819 NA NA



JC97564-2 10/28/2019 1205 SW6020 11/4/2019 T JC97564 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102819 NA NA



JC97564-2 10/28/2019 1205 SW7196A 10/28/2019 T JC97564 GN1776 NA GN1776-MB1_JC97564 GN1776-B1_JC97564 RB-102819 NA NA



JC97617-1 10/29/2019 1049 SW6020 11/1/2019 T JC97617 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102919 NA NA



JC97617-1 10/29/2019 1049 SW6020 11/4/2019 T JC97617 MP18106 NA MP18106-MB1_JC97617 MP18106-B1_JC97617 RB-102919 NA NA



JC97617-1 10/29/2019 1049 SW7196A 10/29/2019 T JC97617 GN1827 GN1827-S3 GN1827-MB1_JC97617 GN1827-B1_JC97617 RB-102919 NA NA



RA-WP-111-36-40



RA-WP-107R-30-34



RA-WP-117-30-34



RA-WP-118-34-38



Table 1 Project Samples, Analysis, and Quality Control Samples by Sample Delivery Group



RA-WP-103-28-33



RA-WP-106-45-49



RA-WP-104-31-35



RA-WP-106-35-39
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Delivery Sample Name Sample ID Date Collected Sample Type Method Analyte Qualification Explanation Impacted Data Quality Indicator



JC97382 RA-WP-106-35-39 JC97382-2 10/24/2019 N SW6020 Copper U Field blank showed evidence of contamination. Accuracy/bias



JC97469 RA-WP-111-36-40 JC97469-1 10/25/2019 N SW6020 Chromium U Field blank showed evidence of contamination. Accuracy/bias



JC97564 RA-WP-107R-30-34 JC97564-1 10/28/2019 N SW6020 Copper U Field blank showed evidence of contamination. Accuracy/bias



JC97564 RA-WP-107R-30-34 JC97564-1 10/28/2019 N SW7196A Chromium (hexavalent) U Field blank showed evidence of contamination. Accuracy/bias



JC97564 RA-WP-117-30-34 JC97564-2 10/28/2019 N SW7196A Chromium (hexavalent) U Field blank showed evidence of contamination. Accuracy/bias
JC97617 RA-WP-118-34-38 JC97617-1 10/29/2019 N SW6020 Copper U Field blank showed evidence of contamination. Accuracy/bias



Notes:
ID = Identification
N = Normal field sample
U = Not detected, or detected at a concentration less than the concentration reported in an associated blank



Table 2 Summary of Sample Results Qualified During Validation



Puchack Well Field Superfund Site
Pennsauken Township, New Jersey
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SGS North America Inc.       Mid-Atlantic    2235 US Highway 130    Dayton, NJ 08810, USA     t +1 (0)732 329 0200    www.sgs.com 



     Member of the SGS Group (SGS SA) 



  



December 4, 2019 



Ms. Tara Lamond 
EA Engineering 
269 West Jefferson Street 
Syracuse, NY 13202 
 
 
RE:  SGS – Dayton,  Job # JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, JC97220, 
JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, JC97989, 
JC98056, JC98407, JC97991 – Reissued reports  



Dear Ms. Lamond,   



The final reports for SGS job numbers JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, 
JC97220, JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, 
JC97989, JC98056, JC98407, JC97991 have been edited to reflect corrections to the final results.  These 
edits have been incorporated into the revised report which is attached.  



Specifically, the data have been revised to report in LOD/LOQ format. When the samples were submitted, 
it was not clear that DOD criteria needed to be met, so these samples were run using in house limits and 
may not meet all DOD criteria. The attached revised report includes all raw data for review (Full Level 4) 
and the case narrative includes a note with this information.   
 
Moving forward, we have made notations in our system to flag this project as needing DOD criteria, so this 
will not be an issue. The Chain of Custody documentation accompanying future samples must also 
indicate that these samples need to meet DOD criteria.  
 
Please contact me if I can be of further assistance in this matter. 



 



Sincerely, 



 
Kristin B. DeGraw 
Manager of Client Services  
SGS North America Inc.  
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SGS North America Inc.



Sample Summary



EA Engineering
Job No: JC97278



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0810



Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID



JC97278-1 10/23/19 14:55 ET 10/23/19 AQ Ground Water RA-WP-103-28-33



JC97278-2 10/23/19 16:10 ET 10/23/19 AQ Ground Water RA-WP-106-45-49
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On 10/23/2019, 2 Sample(s), 0 Trip Blank(s) and 0 Field Blank(s) were received at SGS North America Inc. at a maximum 
corrected temperature of 2.8 C. Samples were intact and chemically preserved, unless noted below. A SGS North America Inc. Job 
Number of JC97278 was assigned to the project.  Laboratory sample ID, client sample ID and dates of sample collection are 
detailed in the report’s Results Summary Section. Specified quality control criteria were achieved for this job except as noted 
below.  For more information, please refer to the analytical results and QC summary pages.



Samples were reported in LOD/LOQ format at the request of the client but were run using in house limits and may not meet all 
DOD criteria.



Client: EA Engineering



Site: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Job No JC97278



Report Date 12/4/2019 2:21:33 PM



CASE NARRATIVE / CONFORMANCE SUMMARY



Compounds qualified as out of range in the continuing calibration summary report are acceptable as per method requirements when 
there is a high bias but the sample result is non-detect.



Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18041



All samples were digested within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97283-1MSD, JC97283-1SDL, JC97283-1MS were used as the QC samples for metals.



Matrix Spike Recovery(s) for  Chromium are outside control limits.  Spike amount low relative to the sample amount.  Refer to  
lab control or spike blank for recovery information.



RPD(s) for Serial Dilution for  Chromium are outside control limits for sample  MP18041-SD1.  Serial dilution indicates 
possible matrix interference.



General Chemistry By Method SW846 7196A
Matrix: AQ Batch ID: GN1584



All samples were analyzed within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97278-1DUP, JC97278-1MS were used as the QC samples for  Chromium, Hexavalent.



SGS North America Inc. certifies that data reported for samples received, listed on the associated custody chain or analytical task 
order, were produced to specifications meeting the Quality System precision, accuracy and completeness objectives except as noted.



Estimated non-standard method measurement uncertainty data is available on request, based on quality control bias and implicit for 
standard methods. Acceptable uncertainty requires tested parameter quality control data to meet method criteria.



SGS North America Inc. is not responsible for data quality assumptions if partial reports are used and recommends that this report 
be used in its entirety.  Data release is authorized by SGS North America Inc indicated via signature on the report cover



Wednesday, December 04, 2019 Page 1 of 1
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Summary of Hits Page 1 of 1     
Job Number: JC97278
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/23/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



JC97278-1 RA-WP-103-28-33



Chromium 816 10 3.1 a ug/l SW846 6020B
Chromium, Hexavalent 0.0065 J 0.010 0.0080 mg/l SW846 7196A



JC97278-2 RA-WP-106-45-49



Chromium 326 10 3.1 a ug/l SW846 6020B



(a) Value reported is laboratory DL (MDL).
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SGS North America Inc.



Sample Results



Report of Analysis



Dayton, NJ
Section 4
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-103-28-33 



Lab Sample ID: JC97278-1 Date Sampled: 10/23/19 



Matrix: AQ - Ground Water   Date Received: 10/23/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Chromium 816 10 3.1 a 3.1 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 2



(1) Instrument QC Batch: MA47752



(2) Prep QC Batch: MP18041



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-103-28-33 



Lab Sample ID: JC97278-1 Date Sampled: 10/23/19 



Matrix: AQ - Ground Water   Date Received: 10/23/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0065 J 0.010 0.0080 0.0058 mg/l 1 10/24/19 10:05 RI SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-106-45-49 



Lab Sample ID: JC97278-2 Date Sampled: 10/23/19 



Matrix: AQ - Ground Water   Date Received: 10/23/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Chromium 326 10 3.1 a 3.1 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 2



(1) Instrument QC Batch: MA47752



(2) Prep QC Batch: MP18041



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-106-45-49 



Lab Sample ID: JC97278-2 Date Sampled: 10/23/19 



Matrix: AQ - Ground Water   Date Received: 10/23/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0080 U 0.010 0.0080 0.0058 mg/l 1 10/24/19 10:05 RI SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Misc. Forms



Custody Documents and Other Forms



Includes the following where applicable:



• Chain of Custody
• Sample Tracking Chronicle
• Internal Chain of Custody
• QC Evaluation: DOD QSM5.x Limits



Dayton, NJ
Section 5
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_sG$
€



ct) CHAIN OF CUSTODY
SGS North America lnc. - Dayton



2235 Route 130, Dayton, NJ 08810
TEL.732-329-0200 FAX: 732-329-3499/3480



Page lot I



www.sqs.com/ehsusa



Projeci Name:



Puchack Well Field Phase ll RA - Temporary Well Point Screening DW - Drinking Water
GW - Ground Water



VVW - Water
SW - Surfa@ WatEr



SO - Soil
SL' Sludge



SED-Sediment
ot-oil



LIQ - Other Liquid
AIR - Air



SOL - Other Solld
WP - Wipe



FB - Field Blank
Equrpment Blank



RB - Rinse Blank
TB - Trip Blank



1601 Sherman Ave, Suite D



Sample(s) Name(s) Phone #



Erica Thleleman 7327790405



Field lO / Point of Collection



Apprcved By (SGS PM): / Oab:



I loBusinessoays



[ 5 Businers Days



fl 3 Businees Davs-



! 2 Business Days'



! 1 Business Day'



noeded lor 1-3 Businosr Day TAT



! Commercial "A" (Level t) ! ruvesecategorya I-] ooo-qsirs



f] Commerciat "8" (L6vsl 2) [ t{Ylsn category e



fl NJ Reduced (Level 3) l_l tttl tttcp criteris-



E FuilTierr (L6vel4) l-l crncp criteria-



! Gommerciat "C" I st"t" ro-"
l_l ru.,r oxop I eoo romat-EPA Resion i



Commercial "A" = Results only; Commercial "8" ,4bsults + QC Summarv



commercial "c" = Results + QC Summa* #"nLt n"* c"t"



Sealil L/ tnuct Prcsery€dwh@applieble Onbe
E to, in*o I ment tr ftem. rD:



lnitial



label Verification



-rot1-l6s



JC97278: Chain of Custody
Page 1 of 2
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Job Number: JC97278 Client: EA ENGINEERING



Date / Time Received: 10/23/2019 6:25:00 PM Delivery Method:



Project: PUCHACK



4. No. Coolers: 1



Airbill #'s:



Cooler Security



1. Custody Seals Present:



  Y   or   N  



2. Custody Seals Intact:



3. COC Present:



4. Smpl Dates/Time OK



2. Cooler temp verification:



Cooler Temperature   Y   or   N  



1. Temp criteria achieved:



3. Cooler media:



IR Gun



Ice (Bag)



Quality Control  Preservation   Y    or   N        N/A



1. Trip Blank present / cooler:



2. Trip Blank listed on COC:



3. Samples preserved properly:



4. VOCs headspace free:



Sample Integrity - Documentation   Y     or     N  



1. Sample labels present on bottles:



2. Container labeling complete:



3. Sample container label / COC agree:



Sample Integrity - Condition   Y     or     N  



1. Sample recvd within HT:



3. Condition of sample:



2. All containers accounted for:



Sample Integrity - Instructions



1. Analysis requested is clear:



2. Bottles received for unspecified tests



3. Sufficient volume recvd for analysis:



4. Compositing instructions clear:



5. Filtering instructions clear:



Intact



  Y   or   N  



Comments



 Y     or    N          N/A



Cooler Temps (Raw Measured) °C:



Cooler Temps (Corrected) °C:



 Cooler 1: (3.0); 



 Cooler 1: (2.8); 



SM089-03
Rev. Date 12/7/17



SGS Sample Receipt Summary



Test Strip Lot #s: pH 1-12: 229517 pH 12+: 208717 Other:  (Specify)



JC97278: Chain of Custody
Page 2 of 2
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SGS North America Inc.



Internal Sample Tracking Chronicle



EA Engineering
Job No: JC97278



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0810



Sample
Number Method Analyzed By Prepped By Test Codes



JC97278-1 Collected: 23-OCT-19 14:55  By: ET Received: 23-OCT-19  By: AS
RA-WP-103-28-33



JC97278-1 SW846 7196A 24-OCT-19 10:05 RI XCR
JC97278-1 SW846 6020B 04-NOV-19 18:31 SN 28-OCT-19 TG CRMS



JC97278-2 Collected: 23-OCT-19 16:10  By: ET Received: 23-OCT-19  By: AS
RA-WP-106-45-49



JC97278-2 SW846 7196A 24-OCT-19 10:05 RI XCR
JC97278-2 SW846 6020B 04-NOV-19 18:45 SN 28-OCT-19 TG CRMS



Page 1 of 1      
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SGS Internal Chain of Custody Page 1 of 1     
Job Number: JC97278
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Received: 10/23/19



Sample.Bottle Transfer Transfer
Number FROM TO Date/Time Reason



JC97278-1.1 Dave Hunkele Secured Storage 10/24/19 13:35 Return to Storage
JC97278-1.1 Secured Storage Benjamin Gaines 10/27/19 16:12 Retrieve from Storage
JC97278-1.1 Benjamin Gaines Secured Staging Area 10/27/19 16:12 Return to Storage
JC97278-1.1 Secured Staging Area Taylor Gorman 10/27/19 16:45 Retrieve from Storage
JC97278-1.1 Taylor Gorman Secured Storage 10/28/19 07:48 Return to Storage



JC97278-1.1.1 Taylor Gorman Metals Digestion 10/28/19 07:36 Digestate from JC97278-1.1
JC97278-1.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97278-1.1
JC97278-1.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage



JC97278-1.2 Secured Storage Todd Shoemaker 10/24/19 07:56 Retrieve from Storage
JC97278-1.2 Todd Shoemaker Secured Staging Area 10/24/19 07:57 Return to Storage
JC97278-1.2 Secured Staging Area Rie Iwasaki 10/24/19 08:02 Retrieve from Storage
JC97278-1.2 Rie Iwasaki Secured Storage 10/24/19 15:29 Return to Storage



JC97278-2.1 Dave Hunkele Secured Storage 10/24/19 13:35 Return to Storage
JC97278-2.1 Secured Storage Benjamin Gaines 10/27/19 16:12 Retrieve from Storage
JC97278-2.1 Benjamin Gaines Secured Staging Area 10/27/19 16:12 Return to Storage
JC97278-2.1 Secured Staging Area Taylor Gorman 10/27/19 16:45 Retrieve from Storage
JC97278-2.1 Taylor Gorman Secured Storage 10/28/19 07:48 Return to Storage



JC97278-2.1.1 Taylor Gorman Metals Digestion 10/28/19 07:36 Digestate from JC97278-2.1
JC97278-2.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97278-2.1
JC97278-2.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage



JC97278-2.2 Secured Storage Todd Shoemaker 10/24/19 07:56 Retrieve from Storage
JC97278-2.2 Todd Shoemaker Secured Staging Area 10/24/19 07:57 Return to Storage
JC97278-2.2 Secured Staging Area Rie Iwasaki 10/24/19 08:02 Retrieve from Storage
JC97278-2.2 Rie Iwasaki Secured Storage 10/24/19 15:29 Return to Storage
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QC Evaluation: DOD QSM5.x Limits Page 1 of 1     
Job Number: JC97278
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/23/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18041 SW846 6020B



MP18041-B1 7440-47-3 Chromium BSP REC 91.1 % 85-116
MP18041-S1* 7440-47-3 Chromium MS REC 187.5 a % 85-116
MP18041-S2* 7440-47-3 Chromium MSD REC 75 % 85-116
MP18041-S2* 7440-47-3 Chromium MSD RPD 5.1 % 20



GN1584 SW846 7196A



GN1584-B1 18540-29-9 Chromium, Hexavalent BSP REC 100 % 90-111
GN1584-S3 18540-29-9 Chromium, Hexavalent MS REC 89 % 90-111
GN1584-D3 18540-29-9 Chromium, Hexavalent DUP RPD 0 % 20



(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery
information.



* Sample used for QC is not from job JC97278
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SGS North America Inc.



Metals Analysis



QC Data Summaries



Includes the following where applicable:



• Instrument Runlogs
• Initial and Continuing Calibration Blanks
• Initial and Continuing Calibration Checks
• High and Low Check Standards
• Interfering Element Check Standards
• Method Blank Summaries
• Matrix Spike and Duplicate Summaries
• Blank Spike and Lab Control Sample Summaries
• Serial Dilution Summaries
• IDL and Linear Range Summaries



Dayton, NJ
Section 6
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



11:38  MA47752-STD1    1                 See rerun, sample intro not stable. 



11:43  MA47752-STD2    1                 See rerun, sample intro not stable. 



11:48  MA47752-STD3    1                 STDA 



11:53  MA47752-STD4    1                 STDB 



11:58  MA47752-STD5    1                 STDC 



12:03  MA47752-STD6    1                 STDD 



12:08  MA47752-STD7    1                 STDE 



12:13  MA47752-STD8    1                 STDF 



12:17  MA47752-STD9    1                 STDG 



12:22  MA47752-STD10   1                 STDH 



12:27  MA47752-STD11   1                 STDI 



12:32  MA47752-STD12   1                 STDJ 



12:37  ZZZZZZ          1                  



12:42  MA47752-ICVA1   1                  



12:47  MA47752-ICV1    1                 See rerun 



12:52  MA47752-ICV2    1                 60ppb Al. 



12:57  MA47752-ICB1    1                  



13:02  MA47752-CCVA1   1                  



13:07  MA47752-CCB1    1                  



13:12  MA47752-CRI1    1                  



13:25  MA47752-ICSA1   1                  



13:29  MA47752-ICSAB1  1                  



13:34  ZZZZZZ          1                  



13:39  ZZZZZZ          1                  



13:46  ZZZZZZ          2                  



13:51  ZZZZZZ          2                  



13:58  ZZZZZZ          2                  



14:03  MA47752-CCVA2   1                  



14:08  MA47752-CCB2    1                  



14:13  ZZZZZZ          1                  



14:18  ZZZZZZ          1                  



14:23  ZZZZZZ          1                  



14:28  ZZZZZZ          2                  



_________________________________________________________________________________________________________



Page 1



Raw Data: MA47752
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



14:32  ZZZZZZ          2                  



14:37  ZZZZZZ          2                  



14:42  MA47752-CCVA3   1                  



14:47  MA47752-CCB3    1                  



14:52  ZZZZZZ          5                  



14:57  ZZZZZZ          5                  



15:02  ZZZZZZ          5                  



15:31  MA47752-CCVA4   1                  



15:36  MA47752-CCB4    1                  



15:41  MP18106-MB1     2                  



15:46  ZZZZZZ          2                  



15:51  MP18106-B1      2                  



15:57  MP18106-S1      2                 Cu 



16:02  MP18106-S1      25                AS 



16:07  MP18106-S2      2                  



16:12  MP18106-S2      25                As 



16:17  JC97513-19      2                 (sample used for QC only; not part of login JC97278) 



16:22  JC97513-19      25                (sample used for QC only; not part of login JC97278) 



16:28  MP18106-SD1     10                 



16:33  MA47752-CCVA5   1                  



16:38  MA47752-CCB5    1                  



16:44  MP18106-SD1     125               Wrong dilution 



16:49  ZZZZZZ          10                 



16:54  ZZZZZZ          5                  



17:00  MP18106-SD1     125                



17:05  ZZZZZZ          2                  



17:11  ZZZZZZ          5                  



17:16  ZZZZZZ          2                  



17:22  ZZZZZZ          2                  



17:27  ZZZZZZ          2                  



17:32  MP18041-MB1     2                 Zn high.  No samples reported.  To reanalysis 



17:37  MA47752-CCVA6   1                  



17:42  MA47752-CCB6    1                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



17:47  MP18041-B1      2                  



17:52  MP18041-S1      2                 Cu 



17:56  MP18041-S1      25                Cr 



18:01  MP18041-S2      2                 Cu 



18:06  MP18041-S2      25                Cr 



18:11  JC97283-1       2                 (sample used for QC only; not part of login JC97278) 



18:16  JC97283-1       25                (sample used for QC only; not part of login JC97278) 



18:21  MP18041-SD1     10                 



18:26  MP18041-SD1     125               Cr 



18:31  JC97278-1       2                  



18:36  MA47752-CCVA7   1                  



18:40  MA47752-CCB7    1                  



18:45  JC97278-2       2                  
----------->   Last reportable sample/prep for job JC97278 



18:50  ZZZZZZ          2                  



18:55  ZZZZZZ          50                 



19:00  ZZZZZZ          2                  



19:05  ZZZZZZ          25                 



19:10  ZZZZZZ          2                  



19:15  ZZZZZZ          5                  



19:19  ZZZZZZ          25                 



19:24  ZZZZZZ          2                  



19:29  ZZZZZZ          2                  



19:34  MA47752-CCVA8   1                  



19:39  MA47752-CCB8    1                  
----------->   Last reportable CCB for job JC97278      



19:44  ZZZZZZ          10                 



19:49  ZZZZZZ          25                 



19:54  ZZZZZZ          2                  



19:58  ZZZZZZ          10                 



20:03  ZZZZZZ          2                  



20:08  ZZZZZZ          10                 



20:13  ZZZZZZ          25                 



20:18  ZZZZZZ          2                  



20:23  ZZZZZZ          25                 



_________________________________________________________________________________________________________



Page 3



21 of 266



JC97278



6
6.1











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



20:28  ZZZZZZ          2                  



20:33  MA47752-CCVA9   1                 Fe out 



20:38  MA47752-CCB9    1                  



20:43  ZZZZZZ          25                 



20:48  ZZZZZZ          2                  



20:52  ZZZZZZ          50                 



20:57  ZZZZZZ          2                  



21:02  ZZZZZZ          25                 



21:07  ZZZZZZ          2                  



21:12  ZZZZZZ          5                  



21:17  ZZZZZZ          25                 



21:22  ZZZZZZ          2                  



21:27  ZZZZZZ          10                 



21:32  MA47752-CCVA10  1                 FE out 



21:37  MA47752-CCB10   1                  



21:41  ZZZZZZ          25                 



21:46  ZZZZZZ          2                  



21:51  ZZZZZZ          10                 



21:56  ZZZZZZ          2                  



22:01  ZZZZZZ          10                 



22:06  ZZZZZZ          25                 



22:11  ZZZZZZ          2                  



22:16  ZZZZZZ          25                 



22:21  ZZZZZZ          2                  



22:26  ZZZZZZ          2                  



22:31  MA47752-CCVA11  1                  



22:35  MA47752-CCB11   1                  



22:40  ZZZZZZ          10                 



22:45  ZZZZZZ          10                 



22:50  MP18077A-MB1    2                 Sc out 



22:55  MP18077A-MB2    2                 Sc out 



23:00  MP18077A-B2     2                 Sc out 



23:05  ZZZZZZ          2                  
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6.1











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



23:10  ZZZZZZ          1                  



23:15  ZZZZZZ          1                  



23:20  MP18078-S1      3                  



23:25  MP18078-S2      3                  



23:29  MA47752-CCVA12  1                 FE out 



23:34  MA47752-CCB12   1                  



23:39  TD46661-1       3                 (sample used for QC only; not part of login JC97278) 



23:44  ZZZZZZ          2                  



23:49  ZZZZZZ          5                  



23:54  ZZZZZZ          5                  



23:59  MP18010A-PS1    5                  



00:04  ZZZZZZ          5                  



00:09  ZZZZZZ          5                  



00:13  MP18012A-PS1    5                  



00:18  ZZZZZZ          1                  



00:23  ZZZZZZ          1                  



00:28  MA47752-CCVA13  1                  



00:33  MA47752-CCB13   1                  



00:38  ZZZZZZ          2                  



00:43  ZZZZZZ          1                  



00:48  ZZZZZZ          1                  



00:53  ZZZZZZ          1                  



00:57  ZZZZZZ          1                  



01:03  MA47752-CCVA14  1                  



01:08  MA47752-CCB14   1                  



01:13  ZZZZZZ          1                  



01:18  ZZZZZZ          1                  



01:23  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



12:37  ZZZZZZ          1        



12:42  MA47752-ICVA1   1        X 



12:47  MA47752-ICV1    1        See rerun



12:52  MA47752-ICV2    1          



12:57  MA47752-ICB1    1        X 



13:02  MA47752-CCVA1   1        X 



13:07  MA47752-CCB1    1        X 



13:12  MA47752-CRI1    1        X 



13:25  MA47752-ICSA1   1        X 



13:29  MA47752-ICSAB1  1        X 



13:34  ZZZZZZ          1        



13:39  ZZZZZZ          1        



13:46  ZZZZZZ          2        



13:51  ZZZZZZ          2        



13:58  ZZZZZZ          2        



14:03  MA47752-CCVA2   1        X 



14:08  MA47752-CCB2    1        X 



14:13  ZZZZZZ          1        



14:18  ZZZZZZ          1        



14:23  ZZZZZZ          1        



14:28  ZZZZZZ          2        



14:32  ZZZZZZ          2        



14:37  ZZZZZZ          2        



14:42  MA47752-CCVA3   1        X 



14:47  MA47752-CCB3    1        X 



14:52  ZZZZZZ          5        



14:57  ZZZZZZ          5        



15:02  ZZZZZZ          5        



15:31  MA47752-CCVA4   1        X 



15:36  MA47752-CCB4    1        X 



15:41  MP18106-MB1     2          



15:46  ZZZZZZ          2        



15:51  MP18106-B1      2          



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



15:57  MP18106-S1      2          



16:02  MP18106-S1      25         



16:07  MP18106-S2      2        X 



16:12  MP18106-S2      25         



16:17  JC97513-19      2          (a)



16:22  JC97513-19      25         (a)



16:28  MP18106-SD1     10         



16:33  MA47752-CCVA5   1        X 



16:38  MA47752-CCB5    1        X 



16:44  MP18106-SD1     125      Wrong dilution



16:49  ZZZZZZ          10       



16:54  ZZZZZZ          5        



17:00  MP18106-SD1     125        



17:05  ZZZZZZ          2        



17:11  ZZZZZZ          5        



17:16  ZZZZZZ          2        



17:22  ZZZZZZ          2        



17:27  ZZZZZZ          2        



17:32  MP18041-MB1     2        X 



17:37  MA47752-CCVA6   1        X 



17:42  MA47752-CCB6    1        X 



17:47  MP18041-B1      2        X 



17:52  MP18041-S1      2          



17:56  MP18041-S1      25       X 



18:01  MP18041-S2      2          



18:06  MP18041-S2      25       X 



18:11  JC97283-1       2          (a)



18:16  JC97283-1       25       X (a)



18:21  MP18041-SD1     10         



18:26  MP18041-SD1     125      X 



18:31  JC97278-1       2        X 



18:36  MA47752-CCVA7   1        X 



18:40  MA47752-CCB7    1        X 



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



18:45  JC97278-2       2        X 



18:50  ZZZZZZ          2        



18:55  ZZZZZZ          50       



19:00  ZZZZZZ          2        



19:05  ZZZZZZ          25       



19:10  ZZZZZZ          2        



19:15  ZZZZZZ          5        



19:19  ZZZZZZ          25       



19:24  ZZZZZZ          2        



19:29  ZZZZZZ          2        



19:34  MA47752-CCVA8   1        X 



19:39  MA47752-CCB8    1        X 



19:44  ZZZZZZ          10       



19:49  ZZZZZZ          25       



19:54  ZZZZZZ          2        



19:58  ZZZZZZ          10       



20:03  ZZZZZZ          2        



20:08  ZZZZZZ          10       



20:13  ZZZZZZ          25       



20:18  ZZZZZZ          2        



20:23  ZZZZZZ          25       



20:28  ZZZZZZ          2        



20:33  MA47752-CCVA9   1        X 



20:38  MA47752-CCB9    1        X 



20:43  ZZZZZZ          25       



20:48  ZZZZZZ          2        



20:52  ZZZZZZ          50       



20:57  ZZZZZZ          2        



21:02  ZZZZZZ          25       



21:07  ZZZZZZ          2        



21:12  ZZZZZZ          5        



21:17  ZZZZZZ          25       



21:22  ZZZZZZ          2        



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



21:27  ZZZZZZ          10       



21:32  MA47752-CCVA10  1        X 



21:37  MA47752-CCB10   1        X 



21:41  ZZZZZZ          25       



21:46  ZZZZZZ          2        



21:51  ZZZZZZ          10       



21:56  ZZZZZZ          2        



22:01  ZZZZZZ          10       



22:06  ZZZZZZ          25       



22:11  ZZZZZZ          2        



22:16  ZZZZZZ          25       



22:21  ZZZZZZ          2        



22:26  ZZZZZZ          2        



22:31  MA47752-CCVA11  1        X 



22:35  MA47752-CCB11   1        X 



22:40  ZZZZZZ          10       



22:45  ZZZZZZ          10       



22:50  MP18077A-MB1    2        Sc out



22:55  MP18077A-MB2    2        Sc out



23:00  MP18077A-B2     2        Sc out



23:05  ZZZZZZ          2        



23:10  ZZZZZZ          1        



23:15  ZZZZZZ          1        



23:20  MP18078-S1      3          



23:25  MP18078-S2      3          



23:29  MA47752-CCVA12  1        X 



23:34  MA47752-CCB12   1        X 



23:39  TD46661-1       3          (a)



23:44  ZZZZZZ          2        



23:49  ZZZZZZ          5        



23:54  ZZZZZZ          5        



23:59  MP18010A-PS1    5          



00:04  ZZZZZZ          5        



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



00:09  ZZZZZZ          5        



00:13  MP18012A-PS1    5          



00:18  ZZZZZZ          1        



00:23  ZZZZZZ          1        



00:28  MA47752-CCVA13  1        X 



00:33  MA47752-CCB13   1        X 



00:38  ZZZZZZ          2        



00:43  ZZZZZZ          1        



00:48  ZZZZZZ          1        



00:53  ZZZZZZ          1        



00:57  ZZZZZZ          1        



01:03  MA47752-CCVA14  1        



01:08  MA47752-CCB14   1        



01:13  ZZZZZZ          1        



01:18  ZZZZZZ          1        



01:23  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97278.



Element: C
r
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       100       100       100       100       100       



11:53  MA47752-STD4   101.735   100.67    100.127   101.346   101.399   100.593   101.146   99.692    



11:58  MA47752-STD5   100.717   99.922    100.523   99.423    100.308   99.92     99.249    99.447    



12:03  MA47752-STD6   102.771   101.481   100.795   98.533    100.927   99.821    98.326    100.678   



12:08  MA47752-STD7   101.234   99.132    98.412    98.284    100.306   97.88     98.907    99.192    



12:13  MA47752-STD8   101.412   99.963    99.289    97.666    101.276   97.869    98.095    100.043   



12:17  MA47752-STD9   98.702    98.31     98.224    100.148   97.989    98.219    101.369   96.477    



12:22  MA47752-STD10  101.219   101.473   102.132   102.923   104.266   102.92    104.719   99.111    



12:27  MA47752-STD11  100.67    101.245   101.768   102.215   100.361   100.883   101.634   97.733    



12:32  MA47752-STD12  99.061    99.753    102.695   102.917   99.142    100.325   100.645   94.872    



12:37  ZZZZZZ         102.162   103.2     101.883   101.156   102.31    100.807   99.965    102.796   



12:42  MA47752-ICVA1  99.539    102.747   100.593   100.318   102.992   100.255   100.446   99.128    



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   100.565   100.666   100.038   99.833    100.324   99.467    98.745    100.352   



12:57  MA47752-ICB1   102.259   101.97    101.025   101.06    100.771   99.422    99.141    101.785   



13:02  MA47752-CCVA1  99.273    97.853    100.875   98.84     99.213    98.531    98.671    95.825    



13:07  MA47752-CCB1   100.193   100.039   98.58     100.096   99.317    96.893    99.61     100.298   



13:12  MA47752-CRI1   100.199   100.34    98.909    100.257   99.779    97.093    98.711    100.723   



13:25  MA47752-ICSA1  83.646    88.636    91.133    91.316    85.74     87.204    84.764    79.761    



13:29  MA47752-ICSAB1 75.219    85.713    86.501    87.731    83.641    84.057    82.68     79.964    



13:34  ZZZZZZ         78.393    85.626    82.378    92.502    90.278    87.155    94.141    92.453    



13:39  ZZZZZZ         80.085    87.712    83.415    92.658    91.576    86.857    93.576    95.314    



13:46  ZZZZZZ         86.842    92.004    89.636    96.914    95.974    92.641    96.47     95.351    



13:51  ZZZZZZ         88.98     92.823    89.542    95.211    97.253    91.914    96.637    95.755    



13:58  ZZZZZZ         76.388    85.52     79.312    91.656    88.501    82.863    92.645    94.239    



14:03  MA47752-CCVA2  81.7      92.567    87.112    95.589    95.791    89.924    96.112    96.568    



14:08  MA47752-CCB2   83.162    91.313    85.541    94.941    94.639    88.639    96.167    97.363    



14:13  ZZZZZZ         85.042    92.982    86.394    96.093    96.237    88.416    95.263    97.879    



14:18  ZZZZZZ         84.483    92.994    83.241    93.3      96.957    86.547    94.472    97.299    



14:23  ZZZZZZ         89.455    93.626    90.284    98.478    96.337    92.358    97.642    95.264    



14:28  ZZZZZZ         85.154    92.336    87.769    97.055    95.748    90.291    96.387    97.346    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



14:32  ZZZZZZ         77.846    88.358    82.736    95.715    91.911    83.897    94.78     95.241    



14:37  ZZZZZZ         90.042    95.421    91.019    99.821    96.582    92.823    98.013    97.909    



14:42  MA47752-CCVA3  85.008    94.675    87.825    96.263    97.286    89.598    95.247    96.661    



14:47  MA47752-CCB3   84.514    91.565    85.374    96.242    93.86     88.101    95.544    96.532    



14:52  ZZZZZZ         91.304    96.301    90.327    98.518    99.063    91.701    96.395    97.201    



14:57  ZZZZZZ         82.332    91.392    83.51     93.766    93.749    85.992    92.568    95.198    



15:02  ZZZZZZ         93.6      96.698    92.218    99.224    99.102    94.655    97.663    97.04     



15:31  MA47752-CCVA4  86.015    94.271    88.748    93.381    95.27     89.273    92.364    94.119    



15:36  MA47752-CCB4   86.546    93.539    86.145    94.508    95.12     87.061    92.202    96.573    



15:41  MP18106-MB1    79.767    89.46     82.253    92.024    93.252    83.913    92.287    95.655    



15:46  ZZZZZZ         78.818    89.456    81.287    91.265    91.642    83.314    91.123    95.736    



15:51  MP18106-B1     77.982    90.878    82.945    92.776    92.763    84.083    92.467    95.338    



15:57  MP18106-S1     76.683    87.421    79.509    72.76     91.212    80.88     72.65     91.951    



16:02  MP18106-S1     84.691    92.453    86.004    94.111    93.711    87.932    90.484    96.14     



16:07  MP18106-S2     76.531    87.548    79.805    89.151    90.92     81.372    89.564    92.252    



16:12  MP18106-S2     85.202    93.097    85.962    94.093    94.804    86.755    89.553    94.746    



16:17  JC97513-19     76.368    84.945    76.273    89.204    88.078    78.122    89.635    90.05     



16:22  JC97513-19     84.889    92.664    84.852    90.428    93.657    86.26     87.699    94.751    



16:28  MP18106-SD1    86.978    94.204    88.634    92.822    95.62     89.904    91.698    94.849    



16:33  MA47752-CCVA5  89.812    97.69     90.109    93.205    98.903    89.666    91.126    96.875    



16:38  MA47752-CCB5   90.995    97.039    89.482    93.879    97.965    88.762    90.985    98.339    



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         87.081    95.41     87.038    91.988    95.233    86.306    90.115    97.371    



16:54  ZZZZZZ         85.326    92.828    84.861    90.039    94.294    84.245    87.169    95.134    



17:00  MP18106-SD1    90.408    95.637    89.229    93.895    95.977    88.687    90.545    96.384    



17:05  ZZZZZZ         78.529    86.947    78.091    86.904    88.154    80.006    85.644    87.416    



17:11  ZZZZZZ         80.139    89.453    82.417    89.79     90.05     82.539    86.729    91.037    



17:16  ZZZZZZ         78.21     87.085    79.312    91.846    88.893    80.069    88.477    90.35     



17:22  ZZZZZZ         77.235    84.908    78.098    87.191    87.34     80.864    86.753    88.141    



17:27  ZZZZZZ         78.106    85.832    76.744    87.187    88.372    79.559    86.745    90.582    



17:32  MP18041-MB1    78.662    87.518    77.985    88.723    88.78     79.281    87.318    90.475    



17:37  MA47752-CCVA6  90.989    97.645    90.024    92.305    97.889    88.751    88.041    95.103    



17:42  MA47752-CCB6   89.846    94.888    85.804    91.192    94.269    84.773    87.124    94.97     
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



17:47  MP18041-B1     80.74     88.547    80.861    87.786    90.81     80.653    86.618    90.584    



17:52  MP18041-S1     78.135    83.769    76.584    84.484    86.004    77.829    82.768    85.485    



17:56  MP18041-S1     84.894    87.911    80.823    85.335    88.036    80.084    81.71     89.59     



18:01  MP18041-S2     77.065    83.77     76.687    83.96     86.28     77.798    83.415    86.009    



18:06  MP18041-S2     84.232    87.282    81.212    85.26     88.099    80.326    81.851    89.524    



18:11  JC97283-1      77.637    83.327    76.171    83.471    85.749    78.579    83.287    86.018    



18:16  JC97283-1      86.761    89.408    82.741    86.195    89.633    81.512    83.34     91.437    



18:21  MP18041-SD1    88.04     89.211    81.905    84.672    89.923    81.548    82.887    89.46     



18:26  MP18041-SD1    87.41     88.509    81.881    84.941    89.382    80.434    80.435    89.498    



18:31  JC97278-1      78.099    84.89     77.019    84.4      82.616    75.08     79.34     83.633    



18:36  MA47752-CCVA7  87.318    91.911    84.706    84.792    92.271    84.026    81.506    90.062    



18:40  MA47752-CCB7   88.874    90.245    83.074    84.912    90.902    82.21     81.662    91.352    



18:45  JC97278-2      79.322    84.302    76.568    81.951    85.939    75.897    78.961    85.745    



18:50  ZZZZZZ         74.419    78.084    71.114    77.061    79.925    72.881    75.157    79.545    



18:55  ZZZZZZ         81.386    81.06     73.867    78.864    83.057    75.069    74.751    83.78     



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         80.304    82.322    74.486    77.898    82.541    74.782    74.855    82.654    



19:10  ZZZZZZ         74.133    78.457    70.856    79.019    79.637    73.293    78.677    80.191    



19:15  ZZZZZZ         77.833    79.313    72.588    77.75     80.993    72.818    74.566    81.908    



19:19  ZZZZZZ         81.527    81.163    73.483    76.889    82.018    73.659    74.844    82.061    



19:24  ZZZZZZ         75.051    78.127    70.314    76.367    79.083    71.77     75.335    80.626    



19:29  ZZZZZZ         75.577    78.419    74.138    80.467    79.246    76.066    79.775    78.404    



19:34  MA47752-CCVA8  85.787    87.194    81.257    81.301    87.43     79.104    77.519    84.799    



19:39  MA47752-CCB8   84.916    84.65     77.007    80.347    83.783    77.231    76.034    83.887    



19:44  ZZZZZZ         83.962    85.049    77.776    80.259    84.577    78.102    76.965    84.661    



19:49  ZZZZZZ         84.131    84.354    77.621    80.475    85.048    77.738    75.918    84.997    



19:54  ZZZZZZ         78.607    82.191    73.009    81.1      84.734    73.723    79.102    82.137    



19:58  ZZZZZZ         82.703    84.54     77.937    79.742    84.469    76.546    76.472    84.917    



20:03  ZZZZZZ         78.61     81.879    76.387    79.329    84.77     77.806    80.7      82.702    



20:08  ZZZZZZ         83.802    83.938    76.559    78.932    84.748    76.329    74.2      83.722    



20:13  ZZZZZZ         83.655    80.343    73.477    76.694    81.482    73.598    72.647    80.693    



20:18  ZZZZZZ         76.683    76.578    71.158    75.772    78.486    72.947    74.304    76.946    



20:23  ZZZZZZ         82.904    81.108    74.091    76.342    81.23     74.167    72.175    81.572    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



20:28  ZZZZZZ         77.245    78.168    71.583    75.62     79.818    72.648    74.847    79.501    



20:33  MA47752-CCVA9  84.176    83.643    76.717    77.113    84.023    76.437    74.07     81.915    



20:38  MA47752-CCB9   83.706    81.904    71.199    76.252    81.679    71.902    72.578    82.048    



20:43  ZZZZZZ         84.054    81.058    74.765    76.81     82.06     73.846    73.689    82.812    



20:48  ZZZZZZ         75.662    76.569    70.832    74.868    77.372    71.721    76.451    76.741    



20:52  ZZZZZZ         82.639    80.449    73.054    75.621    80.694    72.986    72.181    80.654    



20:57  ZZZZZZ         77.295    77.906    71.049    75.692    79.423    73.874    77.317    77.932    



21:02  ZZZZZZ         79.954    77.092    71.287    73.624    77.486    71.297    71.189    78.308    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         76.682    77.658    73.698    76.105    78.769    74.126    76.79     77.584    



21:27  ZZZZZZ         80.898    79.083    70.521    73.622    78.471    71.477    70.066    79.165    



21:32  MA47752-CCVA10 82.812    79.961    74.623    73.9      79.691    72.985    71.091    78.884    



21:37  MA47752-CCB10  82.067    78.476    71.8      72.764    77.45     71.481    70.081    78.962    



21:41  ZZZZZZ         82.509    79.328    72.525    75.205    79.218    72.52     71.701    78.239    



21:46  ZZZZZZ         77.751    77.576    71.362    74.973    79.509    73.208    75.406    77.017    



21:51  ZZZZZZ         83.091    79.747    72.507    60.345 !a 79.33     72.55     61.394 !a 79.036    



21:56  ZZZZZZ         77.384    78.673    72.416    70.563    80.793    73.268    70.97     78.258    



22:01  ZZZZZZ         79.824    78.817    71.405    73.44     79.696    71.385    69.716 !a 78.5      



22:06  ZZZZZZ         80.761    77.257    70.232    72.445    77.647    69.958 !a 68.412 !a 77.907    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 83.868    81.613    75.485    74.385    81.182    72.787    70.524    79.218    



22:35  MA47752-CCB11  83.281    77.652    72.135    72.98     76.525    70.413    67.977 !a 77.22     



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         81.55     78.656    71.579    73.016    77.967    69.639 !a 69.588 !a 78.013    



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         87.415    83.956    77.489    75.326    83.687    74.914    70.307    81.587    



23:20  MP18078-S1     83.47     80.419    70.263    73.335    79.915    68.916    70.124    78.261    



23:25  MP18078-S2     83.269    80.473    74.437    73.868    80.328    73.781    71.035    78.728    



23:29  MA47752-CCVA12 82.533    81.079    74.128    72.739    80.799    73.268    68.889    78.521    



23:34  MA47752-CCB12  81.767    77.205    71.494    72.168    77.085    70.026    68.942    77.11     



23:39  TD46661-1      83.07     80.397    73.434    74.208    79.439    72.497    69.355    77.671    



23:44  ZZZZZZ         77.977    85.456    77.276    74.159    77.105    70.73     63.544    72.676    



23:49  ZZZZZZ         84.065    78.649    70.991    72.537    78.447    69.815    68.632    79.014    



23:54  ZZZZZZ         80.226    76.333    71.483    71.536    76.481    70.897    68.044    76.339    



23:59  MP18010A-PS1   80.185    83.047    76.603    77.025    80.263    73.612    69.708 !a 78.755    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   81.29     88.363    80.746    79.332    81.61     74.561    70.389    80.431    



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 83.559    81.819    75.242    73.81     82.34     73.651    70.185    79.758    



00:33  MA47752-CCB13  85.497    82.389    74.594    76.65     81.261    73.383    71.338    82.327    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         90        84.731    76.537    76.592    84.629    75.139    71.918    83.973    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         86.744    82.594    74.325    76.84     81.148    73.349    72.279    81.303    



01:23  ZZZZZZ         85.744    83.417    75.651    76.649    80.856    73.52     70.108    81.066    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (74-1)         60-125 %   60-125 %  
Istd#6  Germanium (74-2)         60-125 %   60-125 %  
Istd#7  Germanium (74-3)         60-125 %   60-125 %  
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



Istd#8  Rhodium (103-1)          60-125 %   60-125 %  



(a) No samples reported for the elements associated with this internal standard.
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       100       100       100       100       100       



11:53  MA47752-STD4   100.323   99.079    99.741    100.143   99.954    100.818   99.312    99.97     



11:58  MA47752-STD5   100.174   97.447    98.903    99.081    99.776    100.24    97.044    99.117    



12:03  MA47752-STD6   100.074   97.214    99.574    99.347    101.685   100.749   98.488    101.46    



12:08  MA47752-STD7   98.099    98.14     99.15     98.267    102.109   98.785    100.454   101.555   



12:13  MA47752-STD8   98.829    97.931    101.018   96.804    103.66    99.689    100.621   104.158   



12:17  MA47752-STD9   98.425    98.436    97.531    97.293    99.497    99.657    101.053   99.879    



12:22  MA47752-STD10  101.481   100.649   100.511   101.12    100.746   102.243   103.331   100.92    



12:27  MA47752-STD11  99.186    99.123    98.588    99.674    101.139   101.877   103.866   99.96     



12:32  MA47752-STD12  97.889    96.367    95.414    99.124    98.392    102.096   102.979   98.287    



12:37  ZZZZZZ         100.86    98.474    101.365   99.539    101.385   99.589    98.747    100.448   



12:42  MA47752-ICVA1  97.865    95.852    99.529    98.44     102.017   101.211   101.051   102.113   



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   99.209    98.017    99.588    97.834    99.012    97.997    98.798    99.729    



12:57  MA47752-ICB1   99.442    98.74     99.389    97.308    100.937   98.171    99.543    99.831    



13:02  MA47752-CCVA1  97.73     94.016    96.426    97.711    98.135    99.835    99.47     97.382    



13:07  MA47752-CCB1   97.74     98.23     98.882    96.618    99.001    97.676    99.149    98.53     



13:12  MA47752-CRI1   98.277    97.772    99.251    96.77     98.774    97.285    99.682    98.161    



13:25  MA47752-ICSA1  81.582    79.459    83.374    84.953    89.05     88.9      93.886    88.039    



13:29  MA47752-ICSAB1 79.169    77.505    84.489    82.904    90.235    88.064    92.47     90.276    



13:34  ZZZZZZ         90.54     93.655    94.853    88.865    100.947   94.402    99.123    100.401   



13:39  ZZZZZZ         91.386    93.513    97.447    89.304    101.717   94.622    97.769    101.598   



13:46  ZZZZZZ         93.713    94.881    97.982    92.888    99.875    95.851    99.038    99.906    



13:51  ZZZZZZ         93.107    94.036    98.776    92.667    101.454   95.546    97.742    101.56    



13:58  ZZZZZZ         89.137    91.588    95.724    84.545    102.31    93.118    97.085    102.961   



14:03  MA47752-CCVA2  92.121    92.303    99.8      90.779    106.043   97.407    100.956   106.803   



14:08  MA47752-CCB2   92.418    94.158    99.722    89.66     104.714   94.861    98.005    105.024   



14:13  ZZZZZZ         92.255    94.704    99.587    89.454    103.668   93.887    97.832    103.695   



14:18  ZZZZZZ         87.896    90.229    100.52    86.588    105.594   92.367    97.68     107.456   



14:23  ZZZZZZ         92.119    93.908    98.435    91.282    100.589   94.704    98.726    100.369   



14:28  ZZZZZZ         92.387    93.766    98.115    90.196    100.801   94.069    99.062    101.049   
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



14:32  ZZZZZZ         89.363    90.324    98.051    87.076    104.56    95.538    99.334    106.893   



14:37  ZZZZZZ         94.226    95.137    99.974    92.962    101.504   95.297    99.795    100.796   



14:42  MA47752-CCVA3  91.525    90.773    99.216    89.954    105.491   96.629    98.819    105.914   



14:47  MA47752-CCB3   91.628    92.83     97.963    88.484    102.469   92.867    97.817    102.843   



14:52  ZZZZZZ         93.491    94.215    99.532    91.627    102.102   94.477    98.097    101.549   



14:57  ZZZZZZ         89.447    89.581    98.062    86.55     103.31    93.647    96.402    103.879   



15:02  ZZZZZZ         92.729    93.109    98.808    92.271    100.934   93.995    96.871    99.644    



15:31  MA47752-CCVA4  90.193    87.946    95.581    88.427    99.484    94.678    95.791    99.303    



15:36  MA47752-CCB4   91.285    90.548    97.601    88.105    99.699    91.458    94.14     98.935    



15:41  MP18106-MB1    89.235    88.9      97.024    84.883    104.579   92.027    94.48     104.567   



15:46  ZZZZZZ         88.392    87.598    96.219    84.08     103.364   91.668    94.048    103.341   



15:51  MP18106-B1     88.107    86.861    97.652    84.577    105.846   92.507    94.474    106.167   



15:57  MP18106-S1     84.563    67.868 !a 95.01     82.125    103.563   91.32     74.572    105.491   



16:02  MP18106-S1     90.018    88.699    97.044    87.211    102.028   92.535    93.383    101.66    



16:07  MP18106-S2     84.992    83.355    95.071    81.494    103.129   90.517    91.21     103.506   



16:12  MP18106-S2     90.251    87.417    97.198    86.928    101.409   92.515    91.437    101.907   



16:17  JC97513-19     81.027    83.529    94.462    78.487    100.033   85.795    89.868    101.346   



16:22  JC97513-19     89.112    85.984    96.812    85.823    99.463    90.027    89.752    99.571    



16:28  MP18106-SD1    91.329    87.127    97.889    89.08     99.249    93.198    91.054    99.062    



16:33  MA47752-CCVA5  90.118    85.411    98.008    88.371    101.539   93.636    91.858    102.131   



16:38  MA47752-CCB5   91.725    88.719    99.332    88.808    99.895    91.69     91.94     100.539   



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         89.774    87.367    97.613    86.607    100.103   90.836    91.349    100.552   



16:54  ZZZZZZ         87.898    84.27     97.241    84.768    101.073   90.272    89.766    102.146   



17:00  MP18106-SD1    91.172    87.589    97.589    88.137    98.292    90.366    90.494    98.423    



17:05  ZZZZZZ         81.075    79.324    91.22     79.277    98.601    88.074    88.956    101.432   



17:11  ZZZZZZ         85.045    83.059    93.913    83.259    98.973    89.213    90.494    101.55    



17:16  ZZZZZZ         83.06     84.285    92.572    80.001    100.748   89.094    93.529    102.048   



17:22  ZZZZZZ         83.872    81.254    90.907    81.21     98.691    88.54     88.596    99.811    



17:27  ZZZZZZ         83.213    82.216    91.984    79.506    98.441    86.931    88.319    99.278    



17:32  MP18041-MB1    83.685    83.269    93.092    79.402    99.38     87.431    88.018    99.458    



17:37  MA47752-CCVA6  88.881    83.213    97.752    86.924    100.92    92.284    90.227    101.922   



17:42  MA47752-CCB6   87.67     84.769    94.634    84.668    97.563    87.716    87.717    97.439    
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



17:47  MP18041-B1     83.942    81.534    92.761    80.781    99.843    87.794    88.198    100.63    



17:52  MP18041-S1     80.922    77.01     89.966    78.591    97.231    86.949    85.019    99.279    



17:56  MP18041-S1     83.288    80.094    91.52     80.872    94.756    85.236    84.277    94.821    



18:01  MP18041-S2     80.892    77.205    90.123    78.562    96.097    86.879    86.441    98.537    



18:06  MP18041-S2     83.433    79.275    91.629    81.025    93.94     84.642    82.848    93.949    



18:11  JC97283-1      80.885    77.585    88.764    77.863    93.818    84.537    82.17     95.414    



18:16  JC97283-1      84.856    80.403    90.647    81.542    94.639    85.1      82.329    93.878    



18:21  MP18041-SD1    83.501    78.575    90.88     81.75     92.117    84.189    81.332    92.622    



18:26  MP18041-SD1    82.89     78.288    89.984    80.6      91.735    83.349    79.928    92.466    



18:31  JC97278-1      78.155    75.325    86.603    75.277    91.763    82.988    79.912    95.232    



18:36  MA47752-CCVA7  83.976    76.054    91.936    82.195    95.258    86.294    80.232    95.788    



18:40  MA47752-CCB7   84.223    79.537    90.454    81.286    91.798    83.729    79.487    91.864    



18:45  JC97278-2      78.37     75.042    87.49     75.459    92.87     82.292    79.385    95.537    



18:50  ZZZZZZ         75.973    71.338    83.616    74.217    90.664    81.704    76.992    91.44     



18:55  ZZZZZZ         78.023    74.11     85.257    75.38     88.214    79.132    75.869    88.648    



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         77.08     73.488    84.734    75.31     87.818    79.465    75.709    88.035    



19:10  ZZZZZZ         75.666    72.421    82.656    73.755    88.927    80.961    77.165    89.914    



19:15  ZZZZZZ         75.786    72.038    83.78     73.381    88.354    79.352    76.079    89.319    



19:19  ZZZZZZ         77.183    72.73     84.58     74.773    87.067    78.291    74.762    86.729    



19:24  ZZZZZZ         74.643    71.431    82.748    71.67     87.237    77.478    75.077    87.549    



19:29  ZZZZZZ         76.153    72.441    82.278    74.254    87.981    81.422    77.477    89.231    



19:34  MA47752-CCVA8  79.894    72.962    86.774    77.796    90.493    82.956    76.917    90.836    



19:39  MA47752-CCB8   78.758    74.442    85.151    75.777    87.95     78.783    75.452    86.526    



19:44  ZZZZZZ         79.34     73.577    85.606    76.648    87.743    80.671    76.096    87.481    



19:49  ZZZZZZ         79.32     73.654    85.427    76.394    86.856    79.5      74.976    87.106    



19:54  ZZZZZZ         75.461    72.05     84.591    73.028    90.157    79.23     76.812    91.84     



19:58  ZZZZZZ         78.633    73.24     86.223    76.442    87.732    80.041    75.042    88.485    



20:03  ZZZZZZ         78.317    71.851    85.521    76.211    90.463    83.07     76.92     91.167    



20:08  ZZZZZZ         78.069    72.809    86.366    76.32     87.826    79.333    75.132    88.465    



20:13  ZZZZZZ         75.119    70.976    83.042    72.879    85.346    76.087    73.303    85.527    



20:18  ZZZZZZ         73.404    68.999 !a 79.884    72.466    86.469    78.84     74.047    88.091    



20:23  ZZZZZZ         76.137    71.006    83.735    73.69     85.792    76.158    73.227    85.322    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



20:28  ZZZZZZ         75.066    70.144    81.43     72.411    86.868    78.65     74.119    87        



20:33  MA47752-CCVA9  76.647    70.478    83.818    75.429    87.525    79.876    73.48     87.643    



20:38  MA47752-CCB9   73.669    71.471    82.876    71.299    84.243    73.994    72.867    83.322    



20:43  ZZZZZZ         76.64     72.23     82.904    73.724    84.937    76.999    73.47     84.247    



20:48  ZZZZZZ         73.359    68.503 !a 79.73     72.319    85.495    78.648    73.164    85.926    



20:52  ZZZZZZ         75.018    70.988    81.886    72.903    84.269    76.048    72.904    83.497    



20:57  ZZZZZZ         74.469    68.836 !a 80.771    72.281    85.681    78.587    73.473    86.642    



21:02  ZZZZZZ         72.659    68.812 !a 78.938    71.049    82.547    74.708    72.302    82.588    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         73.992    68.52 !a  80.021    72.943    86.04     79.341    73.492    86.148    



21:27  ZZZZZZ         73.018    68 !a     81.542    71.699    84.31     76.207    72.081    84.448    



21:32  MA47752-CCVA10 73.561    67.79 !a  80.057    72.329    83.956    76.461    71.584    83.536    



21:37  MA47752-CCB10  73.148    68.674 !a 79.478    70.825    81.599    73.676    70.181    80.258    



21:41  ZZZZZZ         74.328    69.723 !a 79.68     71.468    82.846    75.112    71.958    82.612    



21:46  ZZZZZZ         73.108    68.367 !a 79.974    71.383    84.678    77.468    73.468    86.232    



21:51  ZZZZZZ         74.09     57.324 !a 80.66     72.066    83.827    75.322    58.805 !a 84.32     



21:56  ZZZZZZ         73.098    64.009 !a 80.666    71.748    85.883    78.16     68.851 !a 86.128    



22:01  ZZZZZZ         72.55     68.095 !a 80.676    71.039    83.761    75.257    71.309    83.92     



22:06  ZZZZZZ         71.832    67.09 !a  79.27     70.014    81.349    73.262    69.771 !a 80.679    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 74.096    67.516 !a 81.11     72.672    84.106    76.713    70.72     83.705    



22:35  MA47752-CCB11  72.67     67.707 !a 78.307    69.824 !a 80.182    73.387    68.919 !a 79.946    



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         72.555    67.646 !a 78.931    69.887 !a 81.703    73.857    69.801 !a 81.07     



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         75.709    68.957 !  82.764    74.368    85.156    76.271    70.877    84.802    



23:20  MP18078-S1     68.807    66.826    80.483    68.309    82.517    70.681    69.832    81.976    



23:25  MP18078-S2     73.037    67.105    80.143    72.519    82.507    75.829    70.156    82.126    



23:29  MA47752-CCVA12 72.857    66.383    80.518    71.749    82.117    75.765    69.305    81.696    



23:34  MA47752-CCB12  72.11     67.258    78.026    69.533    78.734    72.417    69.548    78.808    



23:39  TD46661-1      73.105    66.795    79.642    71.638    81.398    73.954    69.888    81.062    



23:44  ZZZZZZ         67.31     58.928 !a 76.231    69.343    80.856    73.968    67.823    80.847    



23:49  ZZZZZZ         72.589    67.786    79.885    70.199    81.785    73.245    69.96     82.126    



23:54  ZZZZZZ         73.296    66.002    77.178    70.963    81.655    75.03     69.51     81.221    



23:59  MP18010A-PS1   73.724    66.547 !a 80.869    72.357    83.799    76.374    70.693    88.389    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   74.699    66.412 !a 81.654    73.018    84.575    77.418    71.125    91.449    



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 74.043    66.511 !a 81.171    72.341    83.195    76.568    69.901 !a 83.325    



00:33  MA47752-CCB13  75.896    69.452 !a 82.516    72.601    82.628    74.605    70.287    82.776    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         76.829    69.655 !  84.534    74.523    86.503    77.47     71.421    86.037    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         75.119    68.632 !  80.286    72.305    81.352    74.568    70.491    80.59     



01:23  ZZZZZZ         74.832    68.723 !  80.295    72.666    81.947    74.229    70.422    80.353    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Rhodium (103-2)          60-125 %   60-125 %  
Istd#10 Rhodium (103-3)          60-125 %   60-125 %  
Istd#11 Indium (115-1)           60-125 %   60-125 %  
Istd#12 Indium (115-2)           60-125 %   60-125 %  
Istd#13 Terbium (159-1)          60-125 %   60-125 %  
Istd#14 Terbium (159-2)          60-125 %   60-125 %  
Istd#15 Terbium (159-3)          60-125 %   60-125 %  
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



Istd#16 Holmium (165-1)          60-125 %   60-125 %  



(a) No samples reported for the elements associated with this internal standard.
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       



11:53  MA47752-STD4   99.988    99.406    98.932    



11:58  MA47752-STD5   100.358   100.437   98.621    



12:03  MA47752-STD6   100.799   101.769   99.767    



12:08  MA47752-STD7   99.161    100.969   98.796    



12:13  MA47752-STD8   99.476    101.587   99.491    



12:17  MA47752-STD9   100.301   99.281    98.556    



12:22  MA47752-STD10  102.252   99.56     100.435   



12:27  MA47752-STD11  102.18    97.09     97.921    



12:32  MA47752-STD12  103.061   93.234    96.115    



12:37  ZZZZZZ         99.832    100.979   98.707    



12:42  MA47752-ICVA1  101.977   99.339    97.817    



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   98.255    99.6      97.21     



12:57  MA47752-ICB1   98.533    100.008   97.561    



13:02  MA47752-CCVA1  101.004   95.479    96.995    



13:07  MA47752-CCB1   97.605    99.374    96.485    



13:12  MA47752-CRI1   97.492    99.453    95.914    



13:25  MA47752-ICSA1  88.69     81.043    80.502    



13:29  MA47752-ICSAB1 87.607    83.256    80.402    



13:34  ZZZZZZ         95.226    100.777   95.854    



13:39  ZZZZZZ         95.923    103.059   96.408    



13:46  ZZZZZZ         96.643    101.978   96.373    



13:51  ZZZZZZ         96.693    102.03    96.435    



13:58  ZZZZZZ         94.192    101.579   93.711    



14:03  MA47752-CCVA2  98.312    103.3     96.104    



14:08  MA47752-CCB2   95.243    103.713   95.549    



14:13  ZZZZZZ         95.135    104.425   95.893    



14:18  ZZZZZZ         93.39     103.445   92.407    



14:23  ZZZZZZ         95.167    99.908    94.842    



14:28  ZZZZZZ         94.189    100.93    95.047    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



14:32  ZZZZZZ         96.271    103.191   94.17     



14:37  ZZZZZZ         95.486    101.664   94.976    



14:42  MA47752-CCVA3  97.976    102.824   94.621    



14:47  MA47752-CCB3   93.778    102.324   94.446    



14:52  ZZZZZZ         95.539    102.197   95.738    



14:57  ZZZZZZ         94.294    102.784   93.351    



15:02  ZZZZZZ         94.469    99.679    94.558    



15:31  MA47752-CCVA4  96.096    97.38     93.085    



15:36  MA47752-CCB4   92.171    101.126   92.02     



15:41  MP18106-MB1    92.943    102.5     91.814    



15:46  ZZZZZZ         92.253    101.06    90.819    



15:51  MP18106-B1     94.151    102.459   90.55     



15:57  MP18106-S1     92.471    100.057   88.803    



16:02  MP18106-S1     93.281    100.358   92.626    



16:07  MP18106-S2     91.673    99.794    88.5      



16:12  MP18106-S2     93.267    100.054   92.227    



16:17  JC97513-19     86.617    97.611    84.835    



16:22  JC97513-19     90.837    98.707    90.617    



16:28  MP18106-SD1    92.999    99.88     93.589    



16:33  MA47752-CCVA5  93.688    97.933    90.169    



16:38  MA47752-CCB5   91.395    100.157   91.996    



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         90.929    101.051   90.51     



16:54  ZZZZZZ         91.399    99.519    90.002    



17:00  MP18106-SD1    91.014    98.746    89.765    



17:05  ZZZZZZ         90.355    94.356    84.331    



17:11  ZZZZZZ         91.867    96.014    88.413    



17:16  ZZZZZZ         91.147    97.355    86.733    



17:22  ZZZZZZ         89.772    96.564    87.295    



17:27  ZZZZZZ         87.989    98.32     86.604    



17:32  MP18041-MB1    88.343    98.41     85.897    



17:37  MA47752-CCVA6  92.915    98.003    89.036    



17:42  MA47752-CCB6   88.182    97.066    87.361    
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Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



17:47  MP18041-B1     88.559    96.884    85.02     



17:52  MP18041-S1     88.32     93.138    85.421    



17:56  MP18041-S1     86.295    94.242    85.261    



18:01  MP18041-S2     88.55     94.344    84.416    



18:06  MP18041-S2     85.731    93.529    84.188    



18:11  JC97283-1      85.108    92.583    83.043    



18:16  JC97283-1      85.492    94.216    84.273    



18:21  MP18041-SD1    84.767    91.514    84.625    



18:26  MP18041-SD1    83.411    90.653    82.5      



18:31  JC97278-1      85.518    89.631    80.428    



18:36  MA47752-CCVA7  85.95     92.148    83.192    



18:40  MA47752-CCB7   83.747    91.259    82.657    



18:45  JC97278-2      84.215    90.152    80.34     



18:50  ZZZZZZ         82.113    86.079    78.436    



18:55  ZZZZZZ         79.72     87.646    79.698    



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         80.014    87.52     78.728    



19:10  ZZZZZZ         81.802    86.561    77.854    



19:15  ZZZZZZ         79.341    86.732    77.936    



19:19  ZZZZZZ         77.772    87.556    77.979    



19:24  ZZZZZZ         77.92     86.426    76.72     



19:29  ZZZZZZ         82.277    83.896    77.578    



19:34  MA47752-CCVA8  82.866    86.695    79.404    



19:39  MA47752-CCB8   79.224    86.224    77.809    



19:44  ZZZZZZ         80.743    86.072    78.346    



19:49  ZZZZZZ         79.161    85.957    77.516    



19:54  ZZZZZZ         81.248    85.359    75.527    



19:58  ZZZZZZ         80.57     85.814    78.79     



20:03  ZZZZZZ         83.871    85.936    78.156    



20:08  ZZZZZZ         79.488    85.285    77.921    



20:13  ZZZZZZ         76.312    83.998    75.5      



20:18  ZZZZZZ         79.801    81.434    75.539    



20:23  ZZZZZZ         76.702    85.179    76.189    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



20:28  ZZZZZZ         78.723    84.3      76.223    



20:33  MA47752-CCVA9  79.865    83.593    76.942    



20:38  MA47752-CCB9   73.329    84.848    73.499    



20:43  ZZZZZZ         77.152    83.67     76.053    



20:48  ZZZZZZ         78.96     81.557    75.49     



20:52  ZZZZZZ         76.578    83.67     76.729    



20:57  ZZZZZZ         79.577    81.256    74.057    



21:02  ZZZZZZ         74.636    81.448    74.522    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         79.886    80.652    74.779    



21:27  ZZZZZZ         76.723    82.751    74.644    



21:32  MA47752-CCVA10 76.66     80.992    73.984    



21:37  MA47752-CCB10  73.997    80.875    73.204    



21:41  ZZZZZZ         75.434    80.766    73.633    



21:46  ZZZZZZ         77.671    80.06     73.479    



21:51  ZZZZZZ         75.828    82.604    74.741    



21:56  ZZZZZZ         78.591    80.684    74.114    



22:01  ZZZZZZ         75.401    81.093    73.656    



22:06  ZZZZZZ         73.617    80.804    72.562    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 76.794    80.643    73.784    



22:35  MA47752-CCB11  73.069    80.087    72.111    



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         73.855    81.533    72.752    



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         76.856    82.355    74.521    



23:20  MP18078-S1     70.176    79.549    68.709    



23:25  MP18078-S2     75.407    79.273    73.453    



23:29  MA47752-CCVA12 75.417    79.616    72.268    



23:34  MA47752-CCB12  71.754    77.592    71.617    



23:39  TD46661-1      74.908    79.547    72.48     



23:44  ZZZZZZ         74.391    69.929    64.494    



23:49  ZZZZZZ         72.82     81.761    73.893    



23:54  ZZZZZZ         76.044    79.842    73.955    



23:59  MP18010A-PS1   80.331    81.867    74.109    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   83.863    80.632    73.9      



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 76.395    79.454    73.152    



00:33  MA47752-CCB13  74.637    81.084    73.459    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         76.667    85.401    76.108    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         74.468    80.016    73.172    



01:23  ZZZZZZ         75.054    80.344    73.514    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Holmium (165-2)          60-125 %   60-125 %  
Istd#18 Bismuth (209-1)          60-125 %   60-125 %  
Istd#19 Bismuth (209-2)          60-125 %   60-125 %  
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    12:57             13:07             14:08             14:47              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .27      anr                                                                     



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0241   <1.0     0.0244   <1.0     0.0403   <1.0     0.0319   <1.0     



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      anr                                                                     



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    15:36             16:38             17:42             18:40              
Sample ID:                    CCB4     CCB5     CCB6     CCB7     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .27      anr                                                                     



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0325   <1.0     0.0326   <1.0     0.0436   <1.0     0.0363   <1.0     



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      anr                                                                     



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    19:39                                                                    
Sample ID:                    CCB8     



Metal          RL       IDL      raw      final                                                           



Aluminum       25       .27      anr                                                                     



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0415   <1.0                                                           



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      anr                                                                     



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           12:42                      12:52                      13:02                       
Sample ID:  ICVA     ICVA1    ICV      ICV2     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       60       57.7     96.2                                50       48.8     97.6              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested



_________________________________________________________________________________________________________



Page 1



49 of 266



JC97278



6
6.1.4











CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           14:03                      14:42                      15:31                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       51.0     102.0    50       51.0     102.0    50       50.9     101.8             



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           16:33                      17:37                      18:36                       
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    CCVA     CCVA7    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       50.8     101.6    50       49.3     98.6     50       49.9     99.8              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           19:34                                                                             
Sample ID:  CCVA     CCVA8    



Metal          True     Results  % Rec                                                                    



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       49.3     98.6                                                                    



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47752        Units: ug/l



Time:                    13:12                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       anr                                                                     



Antimony       2.0      0.25     anr                                                                     



Arsenic        0.50     0.50     anr                                                                     



Barium         1.0      0.50     anr                                                                     



Beryllium      0.50     0.25     anr                                                                     



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     anr                                                                     



Calcium        250      125      anr                                                                     



Chromium       1.0      2.0      0.929    92.9                                                           



Cobalt         0.50     0.25     anr                                                                     



Copper         2.0      2.0      anr                                                                     



Iron           25       25       anr                                                                     



Lead           0.50     0.25     anr                                                                     



Magnesium      250      125      anr                                                                     



Manganese      1.0      0.25     anr                                                                     



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      anr                                                                     



Potassium      250      125      anr                                                                     



Selenium       0.50     0.50     anr                                                                     



Silver         0.50     1.0      anr                                                                     



Sodium         250      125      anr                                                                     



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     anr                                                                     



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      anr                                                                     



Zinc           5.0      2.0      anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47752        Units: ug/l



Time:                    13:25             13:29                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   92000    92.0     92900    92.9                                         



Antimony                         0.180             0.210                                                 



Arsenic                 20       0.0585            18.3     91.5                                         



Barium                           0.214             0.253                                                 



Beryllium                        0.0145            0.0134                                                



Boron                   50       1.46              50.5     101.0                                        



Cadmium                 20       -0.0689           17.0     85.0                                         



Calcium        100000   100000   99000    99.0     101000   101.0                                        



Chromium                20       0.230             18.0     90.0                                         



Cobalt                  20       0.192             18.0     90.0                                         



Copper                  20       0.345             16.6     83.0                                         



Iron           100000   100000   89900    89.9     92100    92.1                                         



Lead                             0.0939            0.105                                                 



Magnesium      100000   100000   94500    94.5     95300    95.3                                         



Manganese               20       0.335             18.8     94.0                                         



Molybdenum     2000     2000     2200     110.0    2200     110.0                                        



Nickel                  20       0.571             17.3     86.5                                         



Potassium      100000   100000   97300    97.3     98400    98.4                                         



Selenium                20       0.124             19.7     98.5                                         



Silver                  20       0.0187            16.6     83.0                                         



Sodium         100000   100000   94100    94.1     94800    94.8                                         



Strontium      2000     2000     2080     104.0    2240     112.0                                        



Thallium                         0.0158            0.00903                                               



Tin            2000     2000     1690     84.5     1900     95.0                                         



Titanium       2000     2000     1850     92.5     1910     95.5                                         



Vanadium                20       0.0439            20.0     100.0                                        



Zinc                    20       0.781             16.3     81.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18041                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/28/19                                              



MB       
Metal          RL       IDL      MDL      raw      final                                                  



Aluminum       50       .54      32                                                                      



Antimony       4.0      .12      1.7                                                                     



Arsenic        1.0      .016     .94                                                                     



Barium         2.0      .016     .73                                                                     



Beryllium      1.0      .008     .15                                                                     



Boron          50       1.3      14                                                                      



Cadmium        1.0      .004     .17                                                                     



Calcium        500      3.7      64                                                                      



Chromium       2.0      .036     .62      0.38     <2.0                                                  



Cobalt         1.0      .004     .17                                                                     



Copper         4.0      .012     1.9                                                                     



Iron           50       .31      19                                                                      



Lead           1.0      .008     .52                                                                     



Magnesium      500      .27      46                                                                      



Manganese      2.0      .01      .63                                                                     



Molybdenum     2.0      .02      .45                                                                     



Nickel         2.0      .016     .95                                                                     



Potassium      500      2        68                                                                      



Selenium       1.0      .8       .55                                                                     



Silver         1.0      .004     .16                                                                     



Sodium         500      .56      140                                                                     



Strontium      10       .006     2.4                                                                     



Thallium       1.0      .004     .17                                                                     



Tin            10       .07      2.6                                                                     



Titanium       2.0      .04      1.6                                                                     



Vanadium       2.0      .046     1.8                                                                     



Zinc           10       .046     5.4                                                                     



Associated samples MP18041: JC97278-1, JC97278-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18041                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                10/28/19                                                       



JC97283-1         Spikelot QC                                                     
Metal          Original MS       MP6020AQ3% Rec    Limits                                                 



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       1670     1820     80       187.5(a) 75-125                                                



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



Associated samples MP18041: JC97278-1, JC97278-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery



information.
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18041                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/28/19                                              



JC97283-1         Spikelot          MSD      QC                                            
Metal          Original MSD      MP6020AQ3% Rec    RPD      Limit                                         



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       1670     1730     80       75.0     5.1      20                                           



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



Associated samples MP18041: JC97278-1, JC97278-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18041                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/28/19                                                                



BSP      Spikelot QC                                                              
Metal          Result   MP6020AQ3% Rec    Limits                                                          



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       72.9     80       91.1     80-120                                                         



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



Associated samples MP18041: JC97278-1, JC97278-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18041                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/28/19                                                                



JC97283-1         QC                                                              
Metal          Original SDL 2:10 %DIF     Limits                                                          



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       1670     1300     22.3*(a) 0-10                                                           



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



Associated samples MP18041: JC97278-1, JC97278-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Serial dilution indicates possible matrix interference.
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Instrument Detection Limits Page 1 of 2     
Job Number: JC97278
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .371
Aluminum .272
Antimony .061
Arsenic .253
Arsenic .008
Barium .01
Beryllium .005
Boron .671
Cadmium .005
Cadmium .002
Calcium 1.84
Chromium .147
Chromium .018
Cobalt .003
Cobalt .002
Copper .018
Copper .006
Iron 3.211
Iron .155
Lead .004
Magnesium .163
Magnesium .136
Manganese .012
Manganese .005
Molybdenum .01
Nickel .012
Nickel .008
Potassium 3.978
Potassium 1.01
Selenium .84
Selenium .4
Silver .002
Sodium .503
Sodium .278
Strontium .003
Thallium .002
Tin .02
Tin .035
Titanium .197
Titanium .02
Vanadium .113
Vanadium .023
Zinc .886
Zinc .023
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Instrument Detection Limits Page 2 of 2     
Job Number: JC97278
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47752
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Instrument Linear Ranges Page 1 of 2     
Job Number: JC97278
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100
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Instrument Linear Ranges Page 2 of 2     
Job Number: JC97278
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47752
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SGS North America Inc.



Metals Analysis



Raw Data



Dayton, NJ
Section 7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



5.553E-03



3.278E-04



4.378E-02



2.838E-04



1.045E-03



5.837E-03



6.962E-04



7.460E-04



3.570E-02



8.213E-04



2.061E-05



2.986E-03



5.943E-06



6.960E-05



1.183E-04



9.359E-05



4.399E-04



6.268E-02



Ratio



1.888E-05



8.145E-04



2.739E-03



1.419E-04



1.659E-05



6.887E-06



6.910E-04



3.243E-05



110.00



615.58



2.22



314.45



584.47



34.45



4,616.38



29.99



1,053.40



6,606.06



73.33



78.89



3,763.89



86.67



2,016.91



130.01



23.33



166.68



283.35



223.35



CPS



18.67



804.49



6,358.36



430.03



50.00



20.00



1107.03



-174.66



-39.03



190.80



-30.98



-67.76



355.89



102.34



85.45



-49.45



160.62



248.87



65.64



126.70



308.07



-31.71



-113.02



243.35



139.95



144.64



-108.68



314.20



RSD(%)



12.69



164.27



-95.87



-149.64



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.014



0.003



0.009



0.006



0.017



-0.005



0.002



0.000



0.002



0.130



0.022



-0.413



-1.087



-2.428



0.019



0.002



-0.004



0.000



0.002



0.002



Conc



0.014



0.008



-0.409



-0.001



-0.001



0.000



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/5/2019 7:38



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/4/2019 11:38



Sample Name STDA 4



Sample Type CalBlk



File Name 001CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



Ratio Det Time(sec) Rep



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.61



0.81



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.03



0.51



1.12



0.41



0.27



0.27



3.92



4.54



3.36



2.04



1.76



0.89



RSD(%)



1.76



2.04



3.94



2.99



3.97



161,238.50



999,481.80



92,473.46



42,025.62



281,677.55



390,823.13



2,391,782.88



105,408.57



87,469.88



1,420,966.40



493,456.35



1,614,309.94



CPS



988,210.82



2,319,637.15



612,378.08



3,019,666.62



2,925,931.47



3,990,794.52



396,514.55



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



1.969E-03



6.931E-05



2.029E-05



9.547E-04



4.446E-0418.67



207.78



7.33



9.99



471.13



65.55



-4.56



-155.43



-69.42



-326.13



ug/l



ug/l



ug/l



ug/l



ug/l-0.120



-0.048



-0.002



0.007



-0.453



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



6.227E-03



1.061E-03



6.720E-02



1.222E-03



2.195E-03



6.898E-03



1.643E-03



2.401E-03



3.721E-02



1.507E-03



0.000E+00



3.739E-03



2.073E-05



1.734E-04



1.639E-04



1.670E-04



7.367E-04



6.775E-02



Ratio



1.153E-04



7.649E-04



3.786E-03



2.981E-04



5.859E-05



3.425E-06



9.044E-04



8.172E-05



231.12



727.81



0.00



394.46



655.58



112.23



7,088.60



128.87



1,766.80



7,148.56



173.34



253.34



3,922.82



158.89



2,670.40



330.02



83.34



416.69



393.36



400.02



CPS



113.33



751.16



8,836.48



903.40



176.68



10.00



4.22



17.34



57.72



61.66



-148.43



14.35



0.00



4.92



74.96



65.07



45.27



20.00



11.75



8.92



6.68



14.12



33.95



-345.69



14.47



24.63



98.50



3.04



RSD(%)



9.31



-889.86



11.83



23.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.042



0.023



-0.009



0.025



0.030



0.021



0.570



0.012



0.018



0.748



0.265



0.700



-0.543



1.696



0.075



0.017



0.008



0.008



0.012



0.020



Conc



0.035



-0.002



2.745



0.011



0.016



0.000



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/5/2019 7:38



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/4/2019 11:43



Sample Name STDA 4



Sample Type CalBlk



File Name 002CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



Ratio Det Time(sec) Rep



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.26



0.93



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.61



0.59



0.83



0.42



1.44



0.98



3.43



2.89



5.01



1.83



0.53



0.67



RSD(%)



1.71



2.65



2.84



3.14



2.26



161,213.68



1,005,863.08



92,493.57



42,031.11



281,024.84



389,114.33



2,402,504.44



105,499.11



86,087.53



1,409,853.49



495,838.69



1,620,507.09



CPS



983,051.86



2,334,540.17



613,845.07



3,026,938.29



2,953,329.54



4,039,227.34



404,174.15



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



1.169E-02



1.731E-04



1.030E-04



9.481E-04



6.521E-0427.33



1,232.30



18.33



51.06



470.02



13.94



-2.02



572.69



6.59



59.50



ug/l



ug/l



ug/l



ug/l



ug/l0.038



1.053



0.023



0.039



-0.454



2



2



3



2



2



Cd



Sn



Se



Zn



As
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.827E-03



4.530E-04



4.378E-02



3.169E-04



1.363E-03



5.690E-03



6.126E-04



6.208E-04



3.514E-02



1.225E-03



1.058E-05



2.819E-03



1.090E-05



6.370E-05



1.074E-04



8.821E-05



4.042E-04



6.200E-02



Ratio



3.010E-05



7.728E-04



2.806E-03



1.634E-04



1.973E-05



4.430E-06



6.932E-04



2.652E-05



143.34



598.91



1.11



296.68



507.79



47.78



4,606.39



33.32



980.06



6,523.81



64.44



65.56



3,698.32



128.89



2,080.25



106.67



43.33



153.34



260.02



213.34



CPS



29.33



751.16



6,525.17



500.03



60.00



13.33



735.81



---



566.69



---



-40.62



---



---



541.82



175.68



-695.94



-3681.81



673.76



---



472.80



---



-41.12



---



---



62.08



-4772.19



---



---



RSD(%)



16.70



---



-214.18



1204.98



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.000



0.000



0.002



0.003



-0.001



0.002



0.000



0.000



0.047



0.000



-0.498



-1.287



0.000



0.019



0.000



0.000



0.000



0.000



0.001



Conc



0.017



0.000



-0.207



0.000



0.000



0.000



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/5/2019 7:38



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/4/2019 11:48



Sample Name STDA 4



Sample Type CalBlk



File Name 003CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



Ratio Det Time(sec) Rep



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.26



0.90



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.22



0.73



1.26



0.93



0.84



2.10



3.83



4.28



3.65



1.10



1.66



0.36



RSD(%)



1.07



1.89



4.21



2.08



3.61



160,295.21



1,004,792.39



92,489.03



42,015.55



285,865.84



400,090.31



2,418,809.70



105,237.04



86,584.14



1,400,338.56



494,065.67



1,612,622.50



CPS



971,552.32



2,325,754.49



614,798.62



3,051,437.45



2,997,445.84



4,027,174.32



402,962.36



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



2.396E-03



7.620E-05



2.231E-06



9.612E-04



6.207E-0426.00



252.23



8.00



1.10



474.46



10499.67



-4.70



773.92



---



---



ug/l



ug/l



ug/l



ug/l



ug/l0.014



0.000



0.000



0.000



-0.452



2



2



3



2



2



Cd



Sn
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.459E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.800E-02



2.038E-02



1.139E-01



4.984E-02



2.043E-03



1.302E-03



4.618E-02



1.235E-03



4.102E-02



5.356E-02



2.783E-02



1.076E+00



2.032E-03



9.311E-03



2.099E+00



9.968E-01



4.282E-02



7.375E-01



2.932E-03



1.903E-02



6.411E-03



1.257E-03



6.637E-03



2.373E-03



Ratio



2.245E-03



1.137E-01



8.696E-02



6.140E-02



2.424E-03



12,002.05



5,251.07



215.33



644.22



12,165.70



4,321.84



5,642.33



2,932.57



113,421.69



4,004.77



2,146.87



221,147.03



105,026.74



4,511.91



77,713.35



4,866.48



130.00



25,812.56



5,061.19



15,940.68



5,698.18



4,881.17



22,365.37



1.99



CPS



2,218.88



112,361.72



203,622.21



186,773.10



7,368.94



8,769.90



56,909.78



2.67



4.88



4.99



2.66



3.00



6.75



3.29



16.65



3.80



2.70



4.77



0.76



5.74



3.95



1.45



1.41



2.03



0.14



3.13



0.58



1.08



2.31



5.04



3.89



RSD(%)



0.07



1.39



1.22



0.93



4.76



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.277



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.489



0.932



2.016



5.378



0.465



0.498



270.605



1.038



0.981



0.966



0.978



25.025



0.473



0.481



248.203



256.128



27.906



250.906



0.458



4.876



1.985



0.984



0.493



0.484



Conc



0.500



22.338



253.275



4.909



0.961



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 11:53



Sample Name STDB



Sample Type CalStd



File Name 004CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.9



101.3



101.1



99.1



99.3



Det



Pulse



Pulse



Pulse



Pulse



100.1



100.6



100.3



100.1



100.8



100.0



2.08



ISTD Recovery%



101.7



100.7



101.4



99.7



99.7



100.0



100.0



99.4



1.26



1.51



1.02



0.43



1.05



0.84



3.69



4.98



0.94



0.45



0.86



0.99



42,496.99



283,232.52



397,336.80



RSD(%)



1.65



2.38



2.41



3.14



3.23



3.01



1,404,867.55



494,770.55



1,625,815.07



160,275.55



994,066.11



93,733.96



2,989,675.44



4,025,322.86



402,841.79



2,404,446.11



105,370.68



87,097.29



CPS



988,404.75



2,341,333.71



623,397.22



3,042,045.58



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.083E-0346.0027.57ug/l



Units



0.3653Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.953E-01



1.043E-01



2.834E-01



6.050E-02



2.159E-02



1.287E-02



9.054E-03



5.736E-03



1.923E-01



2.492E-01



1.440E-01



2.878E-01



2.052E-02



9.562E-02



1.515E-01



2.750E-02



4.015E-02



6.032E-02



3.215E-02



2.046E-02



1.670E-02



6.640E-03



6.628E-02



2.378E-02



Ratio



2.290E-02



2.644E-02



1.060E-02



6.364E-02



1.289E-02



29,974.95



6,399.33



2,283.87



6,300.15



12,604.97



20,346.16



26,357.44



15,234.05



30,449.20



41,811.00



11,035.64



16,025.86



2,909.22



4,247.36



6,380.42



957.82



606.69



67,113.49



26,674.74



161,106.11



57,817.07



49,879.88



232,385.68



1.83



CPS



22,408.50



25,875.42



24,635.96



193,218.24



39,124.49



95,273.35



60,646.42



2.37



2.22



1.03



2.28



4.41



1.87



1.99



5.32



2.08



0.89



0.96



1.38



3.01



1.60



3.22



2.68



1.44



9.59



2.39



0.89



1.75



1.71



1.83



3.04



RSD(%)



2.49



3.07



3.56



1.91



1.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.509



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.123



5.041



5.173



6.586



5.088



4.930



47.128



4.855



4.857



4.833



5.133



5.916



4.962



5.137



10.950



6.913



26.105



7.753



5.030



5.253



5.185



5.233



4.969



5.064



Conc



5.003



5.078



23.260



5.089



5.149



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 11:58



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



99.4



99.2



97.4



97.0



Det



Pulse



Pulse



Pulse



Pulse



100.5



99.9



100.2



99.1



100.2



100.4



2.63



ISTD Recovery%



100.7



99.9



100.3



99.4



98.9



99.8



99.1



100.4



1.00



0.73



0.47



1.30



1.16



1.33



3.62



4.02



0.41



0.94



0.27



0.73



41,700.15



278,566.65



388,263.29



RSD(%)



1.59



2.27



2.95



3.79



3.90



2.47



1,402,780.15



489,527.65



1,616,490.11



160,869.31



990,938.12



91,955.55



2,964,571.74



4,018,150.67



399,403.18



2,429,376.68



105,787.87



86,515.24



CPS



978,521.76



2,323,937.15



616,693.26



3,034,559.95



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.117E-03296.685.62ug/l



Units



4.9553Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.311E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.006E+00



5.236E-01



1.390E+00



2.385E-01



1.102E-01



6.581E-02



3.048E-02



3.133E-02



9.833E-01



1.270E+00



7.182E-01



1.129E+00



1.040E-01



4.762E-01



2.907E-01



1.067E-01



4.841E-02



1.106E-01



1.674E-01



1.031E-01



8.278E-02



3.376E-02



3.408E-01



1.181E-01



Ratio



1.142E-01



1.215E-01



1.800E-02



3.242E-01



6.450E-02



147,472.41



25,301.25



11,685.01



32,302.39



64,372.81



104,303.06



134,704.26



76,179.53



119,719.40



212,766.52



55,540.30



30,832.62



11,313.52



5,135.45



11,735.04



3,232.65



3,322.66



339,032.54



138,265.46



839,079.52



290,646.09



256,078.82



1,172,107.15



1.66



CPS



114,015.96



121,333.80



42,466.38



995,776.70



198,156.98



499,609.33



307,699.67



1.32



1.18



0.74



1.36



2.43



1.38



4.99



3.56



0.44



1.01



1.08



0.42



1.52



1.10



1.83



3.89



1.37



4.01



1.32



1.49



0.80



0.70



0.73



1.30



RSD(%)



1.18



2.00



1.96



1.06



1.01



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.602



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



26.016



25.563



25.798



26.769



26.037



25.208



176.069



26.557



25.121



25.013



25.670



26.290



25.248



25.670



27.909



27.269



31.668



25.823



26.191



27.134



25.726



26.639



25.573



25.234



Conc



24.909



23.891



45.546



25.972



25.789



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:03



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.8



98.5



98.3



97.2



98.5



Det



Pulse



Pulse



Pulse



Pulse



100.8



99.8



100.1



99.3



100.7



100.8



1.87



ISTD Recovery%



102.8



101.5



100.9



100.7



99.6



101.7



101.5



101.8



0.88



0.08



1.36



1.00



1.45



1.21



3.19



3.83



1.10



0.95



0.54



0.70



41,312.35



277,902.47



394,039.67



RSD(%)



0.81



1.45



2.84



3.58



2.80



2.63



1,401,379.84



490,838.69



1,624,701.85



161,576.46



1,002,447.22



91,132.47



2,984,680.54



4,095,040.25



408,846.37



2,461,600.33



106,073.16



86,428.75



CPS



998,478.49



2,360,193.72



620,495.99



3,072,135.16



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.593E-021,483.437.04ug/l



Units



26.8683Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.599E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.057E+00



1.066E+00



2.856E+00



4.823E-01



2.215E-01



1.317E-01



6.063E-02



6.223E-02



1.990E+00



2.564E+00



1.460E+00



2.258E+00



2.155E-01



9.746E-01



5.201E-01



2.178E-01



9.781E-02



1.868E-01



3.304E-01



2.047E-01



1.636E-01



6.602E-02



7.047E-01



2.422E-01



Ratio



2.321E-01



2.510E-01



3.454E-02



6.579E-01



1.312E-01



295,809.64



49,944.96



22,943.51



63,943.29



126,200.85



206,047.73



265,545.93



151,168.25



233,847.15



420,106.79



110,410.24



53,863.29



22,563.69



10,126.00



19,341.30



6,278.19



6,443.79



672,967.87



271,477.41



1,720,419.14



591,197.16



526,287.14



2,379,707.90



0.89



CPS



228,267.70



246,855.48



79,642.19



1,991,127.94



397,169.24



981,916.75



608,493.99



0.93



0.80



0.10



2.09



0.22



0.67



1.61



2.31



1.22



0.40



0.81



0.04



1.11



1.01



0.82



2.30



3.76



1.20



0.59



1.39



0.83



0.67



1.77



2.10



RSD(%)



0.27



1.54



0.51



1.17



0.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.374



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.619



52.115



53.110



54.403



52.372



50.450



357.571



52.759



50.904



50.592



52.186



53.655



52.327



52.558



55.853



55.851



64.911



53.151



51.700



54.042



50.863



52.100



52.875



51.778



Conc



50.620



49.518



95.382



52.724



52.477



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:08



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:15 AM on:11/5/2019



Raw Data MA47752    page 13 of 181



Inst QC: MA47752



77 of 266



JC97278



7
7.1











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.8



98.3



98.9



98.1



100.5



Det



Pulse



Pulse



Pulse



Pulse



98.4



97.9



98.1



98.3



98.8



99.2



1.50



ISTD Recovery%



101.2



99.1



100.3



99.2



99.1



102.1



101.6



101.0



0.71



0.09



0.84



0.90



2.26



1.47



3.25



4.06



1.38



0.69



0.58



1.22



41,556.42



280,548.90



401,907.11



RSD(%)



2.12



2.66



4.83



3.31



2.81



3.47



1,373,723.17



485,501.50



1,593,030.35



158,950.95



992,693.12



90,902.15



2,971,962.87



4,112,096.40



409,230.31



2,442,246.37



103,566.18



84,748.56



CPS



983,536.56



2,305,563.14



616,678.43



3,026,775.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.079E-022,939.675.15ug/l



Units



53.3853Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.989E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.588E+00



1.994E+00



5.278E+00



8.611E-01



4.168E-01



2.558E-01



1.042E-01



1.159E-01



3.721E+00



4.775E+00



2.719E+00



4.014E+00



4.021E-01



1.827E+00



8.693E-01



3.912E-01



1.521E-01



3.071E-01



6.317E-01



3.819E-01



3.065E-01



1.248E-01



1.312E+00



4.585E-01



Ratio



4.397E-01



4.629E-01



5.106E-02



1.231E+00



2.464E-01



551,515.95



89,976.77



43,549.44



122,340.68



238,581.93



388,828.96



498,915.29



284,089.47



419,358.53



792,881.13



208,324.98



90,834.49



40,874.73



15,887.99



32,086.89



10,886.64



12,106.50



1,279,275.55



521,189.00



3,221,632.87



1,126,178.86



987,835.95



4,488,339.62



1.63



CPS



433,261.55



456,039.13



118,665.36



3,759,338.38



752,428.22



1,912,329.24



1,155,952.33



1.24



1.01



1.29



1.49



1.98



1.03



0.87



1.59



1.36



1.65



1.63



2.27



1.01



0.76



3.07



0.64



3.44



1.12



0.87



0.99



0.85



0.33



1.28



1.03



RSD(%)



0.87



0.64



2.14



0.54



0.77



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.199



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



98.431



97.514



98.236



97.338



98.550



97.994



619.773



98.238



95.265



94.299



97.225



96.195



97.653



98.547



98.402



100.418



101.423



96.357



98.851



100.955



95.277



98.529



98.421



98.043



Conc



95.889



91.436



145.136



98.693



98.557



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:13



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.5



97.7



98.1



97.9



100.6



Det



Pulse



Pulse



Pulse



Pulse



99.3



97.9



98.8



96.8



99.7



99.5



0.42



ISTD Recovery%



101.4



100.0



101.3



100.0



101.0



103.7



104.2



101.6



1.16



0.91



1.35



1.01



1.49



0.99



3.74



4.43



0.21



0.61



0.54



1.56



41,215.31



279,950.34



402,574.30



RSD(%)



2.04



2.53



3.46



3.32



3.90



3.84



1,383,938.90



478,277.24



1,607,603.45



159,454.94



999,675.86



90,330.37



3,027,965.33



4,174,584.00



419,718.33



2,457,197.20



104,488.41



84,739.31



CPS



985,267.29



2,324,895.17



622,645.15



3,052,744.01



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.360E-015,605.194.69ug/l



Units



103.0143Se



Page 2 of 2 Printed at: 8:16 AM on:11/5/2019



Raw Data MA47752    page 16 of 181



Inst QC: MA47752



80 of 266



JC97278



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.656E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.791E-03



2.224E-03



1.011E-02



7.054E-02



1.710E-04



5.021E-05



8.769E-02



7.508E-05



3.332E-03



5.902E-03



1.376E-03



2.060E+01



1.824E-04



7.790E-04



4.220E+00



2.032E+00



7.493E-01



1.440E+00



1.128E-04



2.640E-03



2.222E-03



1.016E-04



5.226E-04



2.201E-04



Ratio



7.517E-05



1.015E+00



1.724E-01



4.995E-04



2.917E-04



1,045.61



7,292.03



17.67



24.10



1,756.81



344.45



610.02



142.22



2,129,505.82



288.70



230.01



436,240.72



210,074.08



77,445.88



148,887.96



9,065.29



7.78



8,910.01



406.69



1,253.45



530.03



440.03



1,876.80



43.92



CPS



72.00



972,986.07



394,205.11



1,470.14



860.06



330.02



7,715.90



23.65



27.66



14.26



1.05



41.81



23.02



2.04



75.71



77.06



25.65



8.11



0.53



44.62



21.16



0.24



1.17



1.10



0.62



10.00



1.94



2.51



16.11



5.20



16.85



RSD(%)



10.78



2.04



0.65



12.88



11.11



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.088



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.032



0.044



0.082



7.725



0.022



0.018



520.487



0.055



0.015



0.024



0.032



498.149



0.024



0.020



506.639



522.372



503.352



503.270



0.017



0.535



0.682



0.072



0.034



0.024



Conc



0.027



200.590



510.685



0.027



0.109



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:17



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



100.1



101.4



98.4



101.1



Det



Pulse



Pulse



Pulse



Pulse



98.2



98.2



98.4



97.3



99.7



100.3



1.54



ISTD Recovery%



98.7



98.3



98.0



96.5



97.5



99.5



99.9



99.3



0.80



1.21



0.33



1.00



1.39



0.91



5.04



4.91



0.47



0.54



0.20



0.85



42,590.64



281,396.09



404,303.74



RSD(%)



1.65



3.52



2.87



3.80



3.34



4.32



1,378,285.29



480,691.43



1,607,086.50



160,777.00



990,278.57



92,625.60



2,923,448.53



4,006,936.50



402,476.24



2,401,427.93



103,367.59



85,042.50



CPS



958,943.06



2,286,454.03



602,437.86



2,943,937.35



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.642E-0111,248.703.59ug/l



Units



200.4753Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.847E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.928E-03



2.555E-03



2.358E-02



5.541E-02



1.394E-04



1.756E-05



1.668E-01



1.242E-04



3.578E-03



7.715E-03



2.152E-03



3.996E+01



1.256E-04



5.411E-04



8.221E+00



4.004E+00



1.504E+00



2.824E+00



2.652E-05



2.262E-03



8.911E-04



8.566E-05



2.326E-04



1.457E-04



Ratio



2.296E-05



2.086E-02



3.341E-01



4.498E-04



1.291E-04



2,533.60



5,954.70



15.00



8.77



1,422.32



384.45



828.93



231.11



4,294,656.64



421.75



274.45



883,561.35



430,344.06



161,642.09



303,523.74



17,926.16



13.33



3,617.31



346.69



560.04



353.35



300.02



1,300.08



-19.30



CPS



22.67



20,513.01



788,404.15



1,360.13



390.02



80.00



6,798.68



16.67



17.04



8.82



2.82



50.90



24.48



1.75



28.14



24.40



12.55



24.00



0.89



79.19



31.32



0.83



1.42



0.95



0.58



24.30



14.37



4.05



17.58



12.02



108.91



RSD(%)



14.39



5.73



0.36



8.89



37.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.074



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.047



0.060



0.333



6.009



0.015



0.006



996.519



0.096



0.021



0.060



0.060



967.199



0.010



0.007



994.042



1029.336



1011.317



1000.089



0.003



0.435



0.269



0.059



0.013



0.008



Conc



0.015



3.975



997.572



0.023



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:22



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.4



102.9



104.7



100.6



103.3



Det



Pulse



Pulse



Pulse



Pulse



102.1



102.9



101.5



101.1



102.2



102.3



0.83



ISTD Recovery%



101.2



101.5



104.3



99.1



100.5



100.7



100.9



99.6



0.64



0.54



0.50



0.81



0.77



0.89



3.14



5.05



0.92



1.24



0.67



0.35



43,998.43



287,721.07



413,417.51



RSD(%)



1.92



2.94



3.32



5.08



3.55



3.45



1,421,074.21



499,600.33



1,648,785.84



163,905.25



1,009,167.46



95,192.40



3,012,767.71



4,057,211.92



406,670.81



2,408,161.53



107,480.80



89,112.37



CPS



983,396.20



2,360,005.80



641,024.91



3,024,319.85



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.161E-0122,706.313.09ug/l



Units



392.0383Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



100.7



101.2



100.4



RSD(%)



1.34



3.07



3.49



CPS



978,057.45



2,354,717.78



617,019.75



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.026E-03



1.109E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.868E-02



5.457E-03



1.949E-02



7.700E-03



2.337E-04



2.048E-06



8.355E-01



4.138E-05



3.133E-03



6.910E-03



2.998E-03



2.078E+02



1.131E-04



5.608E-04



4.059E+01



1.990E+01



7.363E+00



1.409E+01



2.584E-05



2.182E-03



4.819E-04



4.520E-05



1.053E-04



1.505E-04



Ratio



3.676E-05



1.144E-02



1.636E+00



8.199E-04



6.915E-05



2,087.96



824.48



25.00



1.00



1,490.11



47.33



335.57



740.03



321.12



22,246,540.23



2,000.12



584.46



4,347,185.94



2,131,322.69



788,457.11



1,508,928.83



89,476.13



4.44



1,963.56



183.34



246.68



353.35



266.68



1,316.75



-49.97



25.28



CPS



36.00



11,184.71



3,850,640.46



2,447.01



206.68



76.67



6,451.87



4.21



3.47



5.51



12.74



27.08



-2738.89



1.03



56.85



59.39



8.97



4.31



2.27



71.82



23.03



0.53



0.99



1.22



0.95



29.87



5.07



5.34



25.94



46.78



29.44



RSD(%)



8.06



2.51



0.64



5.95



16.49



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.038



0.385



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.238



0.202



0.257



0.601



0.037



0.000



5021.843



0.026



0.010



0.044



0.090



5033.084



0.007



0.008



4937.763



5116.708



4954.292



5045.206



0.003



0.413



0.141



0.027



0.003



0.009



Conc



0.018



2.110



4917.759



0.053



0.020



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:27



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.9



102.2



101.6



99.1



103.9



Pulse



101.8



100.9



99.2



99.7



101.9



102.2



0.64



97.7



98.6



101.1



100.0



97.1



0.26



0.73



0.13



0.59



0.94



0.38



3.59



3.76



0.99



1.58



0.73



1.20



42,702.09



283,359.63



415,558.92



3.49



2.90



3.39



1,388,940.54



492,456.93



1,642,891.50



163,789.11



983,901.63



94,537.92



2,955,127.99



4,073,045.88



402,802.46



2,348,412.15



107,097.90



87,349.03



2,982,276.62



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.1



RSD(%)



2.60



CPS



962,429.00



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.666E-03



8.354E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.620E-02



1.020E-02



1.310E-02



1.566E-02



3.887E-04



3.383E-05



1.661E+00



3.081E-05



3.537E-03



7.764E-03



5.182E-03



4.129E+02



1.676E-04



6.476E-04



8.267E+01



3.865E+01



1.453E+01



2.770E+01



2.332E-05



2.213E-03



4.584E-04



5.175E-05



1.208E-04



1.375E-04



Ratio



3.078E-05



1.106E-02



3.546E+00



1.447E-03



9.864E-05



1,415.65



1,692.35



42.00



16.58



1,305.64



35.33



382.24



838.93



560.02



44,621,869.34



3,912.39



1,102.28



8,935,108.26



4,177,212.47



1,570,076.71



2,993,738.63



179,459.18



3.33



1,816.86



203.34



273.35



310.02



376.69



1,460.10



-31.15



46.12



CPS



29.33



10,646.51



8,211,621.96



4,197.52



286.68



66.67



6,338.42



2.64



6.54



7.53



6.53



8.11



36.94



0.19



0.47



73.29



32.43



6.08



1.79



22.43



4.82



1.18



1.09



0.70



0.19



37.25



7.89



4.89



34.77



36.54



31.87



RSD(%)



25.32



1.92



4.64



6.74



36.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.110



0.177



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.465



0.434



0.138



1.503



0.074



0.012



9987.887



0.017



0.020



0.061



0.168



10003.421



0.020



0.013



10064.637



9937.441



9776.834



9932.326



0.003



0.422



0.134



0.032



0.004



0.006



Conc



0.017



2.036



10672.706



0.103



0.032



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:32



Sample Name STDJ



Sample Type CalStd



File Name 012CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.1



102.9



100.6



96.4



103.0



Pulse



Pulse



Pulse



102.7



100.3



97.9



99.1



102.1



103.1



0.67



99.8



99.1



94.9



95.4



98.4



98.3



93.2



0.68



0.87



0.09



0.39



1.39



0.64



5.87



5.25



0.31



0.43



0.61



0.49



42,286.48



275,480.88



412,009.13



6.16



4.57



5.68



5.28



6.11



1,370,782.17



489,737.36



1,646,428.13



165,202.46



965,759.16



95,187.29



2,859,976.14



3,962,420.46



396,060.54



2,255,155.75



108,072.84



86,865.90



2,320,014.76



609,520.59



2,894,969.85



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.129E-03



2.094E-03



6.239E-03



1.597E-03



2.070E-05



3.409E-03



6.341E-03



8.186E-04



1.102E-01



1.540E-04



6.440E-04



7.111E-02



4.105E-03



3.182E-03



3.802E-02



1.636E-05



9.195E-04



2.140E-04



3.274E-05



1.923E-04



1.456E-04



Ratio



1.460E-04



7.007E-03



4.189E-03



2.858E-04



7.140E-05



668.91



365.57



680.03



87.78



11,811.88



121.08



224.45



7,624.38



440.01



341.12



4,076.20



171.11



2.22



873.40



133.34



470.03



356.69



376.69



1,576.78



CPS



145.33



6,955.23



10,050.65



893.40



223.35



50.00



2,793.75



20.61



45.07



32.82



69.30



354.23



19.59



47.68



20.18



7.57



45.26



36.67



25.55



11.55



18.47



-252.30



43.03



4.74



13.60



21.49



20.71



69.92



RSD(%)



17.43



1.76



6.62



34.62



46.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.011



0.037



0.010



2.238



0.009



0.017



0.032



0.012



1.611



0.017



0.013



1.156



0.898



1.226



-0.254



0.002



0.079



0.058



0.017



0.010



0.008



Conc



0.042



1.234



3.956



0.010



0.021



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:37



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.7



101.2



100.0



98.5



98.7



Det



Pulse



Pulse



Pulse



Pulse



101.9



100.8



100.9



99.5



99.6



99.8



1.50



ISTD Recovery%



102.2



103.2



102.3



102.8



101.4



101.4



100.4



101.0



0.45



0.67



0.54



0.82



1.15



1.59



4.21



2.79



0.39



0.76



0.58



0.88



42,001.03



281,502.47



395,077.45



RSD(%)



1.95



3.03



3.31



3.83



3.36



3.16



1,412,378.73



491,786.20



1,605,994.34



160,025.40



991,799.99



93,558.14



3,038,366.97



4,082,957.02



404,769.12



2,442,485.49



107,218.98



87,283.08



CPS



992,556.10



2,400,181.27



629,003.32



3,136,741.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.035E-03



7.613E-04



1.204E-02



1.336E-04



3.596E-05



Ratio



1,291.19



14.33



17.73



508.90



32.00



CPS



-2.88



117.00



6.30



98.58



49.73



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.437



0.121



1.093



0.014



0.013



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



99.5



102.7



103.0



RSD(%)



1.48



2.11



3.74



CPS



967,076.21



2,389,649.50



633,194.76



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.019E-01



3.541E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.681E+00



1.213E+00



3.198E+00



5.308E-01



2.663E-01



1.528E-01



9.426E-01



7.063E-02



2.349E+00



2.921E+00



1.695E+00



2.208E+02



2.391E-01



1.117E+00



4.266E+01



2.102E+01



7.896E+00



1.486E+01



3.769E-01



2.346E-01



2.031E-01



7.840E-02



8.369E-01



2.847E-01



Ratio



2.727E-01



5.982E-01



1.720E+00



7.542E-01



1.515E-01



338,510.86



56,186.71



28,189.87



74,319.37



146,840.42



14,943.58



248,659.36



309,248.26



179,476.41



23,370,486.29



495,548.30



128,421.44



4,515,898.57



2,225,341.58



835,869.15



1,572,916.26



99,793.55



7,475.45



834,357.25



322,104.02



2,010,912.89



684,087.26



574,593.31



2,682,794.30



0.66



2.69



CPS



263,788.54



578,562.39



4,110,846.19



2,281,165.54



458,305.22



1,124,451.26



700,074.16



0.74



0.60



0.74



0.41



0.88



1.28



1.00



3.42



0.15



0.58



0.25



0.30



0.55



0.13



0.69



0.85



0.84



0.52



0.59



0.71



0.23



0.85



0.23



0.62



RSD(%)



0.97



1.70



0.99



0.70



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



59.778



268.870



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



60.722



59.308



59.475



59.892



62.957



58.532



5666.686



59.884



60.107



57.656



60.620



5348.295



58.056



60.214



5189.724



5404.754



5313.239



5321.069



58.983



61.967



63.128



61.877



62.795



60.873



Conc



59.483



118.208



5172.405



60.438



60.587



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:42



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.8



100.3



100.4



95.9



101.1



Pulse



100.6



100.3



97.9



98.4



101.2



102.0



0.62



99.1



99.5



102.0



102.1



99.3



0.97



0.93



0.27



1.13



1.11



0.26



3.41



3.20



1.12



0.71



0.84



0.59



42,202.86



274,008.45



404,296.77



2.49



3.58



4.34



1,370,437.06



486,356.95



1,632,149.00



163,464.82



982,854.30



92,783.13



2,983,340.20



4,108,415.25



411,475.85



2,402,815.64



105,860.97



86,804.63



3,024,835.37



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.436E-04



2.201E-03



8.184E-03



7.314E-03



9.018E-05



2.813E-03



3.219E-05



3.052E-03



6.811E-03



9.545E-04



8.289E-02



1.253E-04



6.094E-04



9.298E-02



6.280E-03



1.009E-01



4.239E-02



3.059E-04



2.153E-03



3.477E-04



5.042E-05



3.766E-04



1.575E-04



Ratio



5.060E-05



1.244E-02



6.247E-03



3.692E-04



1.768E-04



846.70



756.70



9.33



315.56



704.47



98.89



8,576.10



66.64



227.78



9,617.83



650.03



10,439.52



4,385.19



291.12



3.33



1,386.81



200.01



903.40



376.69



300.02



1,456.77



CPS



49.33



12,129.94



14,414.61



1,123.43



536.70



903.40



6,368.47



60.64



39.30



20.63



4.76



141.39



18.66



1.00



262.49



29.06



69.45



9.61



24.70



42.90



8.60



15.50



0.53



43.75



12.21



1.20



11.75



46.74



3.64



45.46



RSD(%)



4.84



3.90



7.70



14.11



13.85



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



0.043



0.046



0.558



0.003



9.563



0.018



0.008



0.042



0.017



0.950



0.010



0.011



3.820



1.457



67.008



1.316



0.047



0.406



0.100



0.031



0.023



0.011



Conc



0.021



2.309



10.157



0.017



0.063



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:47



Sample Name ICV



Sample Type ICV



File Name 015_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.6



101.2



99.0



98.8



100.2



Det



Pulse



Pulse



Pulse



Pulse



98.3



97.2



98.6



97.2



98.6



98.8



1.80



ISTD Recovery%



100.4



99.3



100.7



99.7



98.7



99.1



99.5



99.3



0.90



0.78



1.74



0.80



0.59



1.82



3.04



4.49



0.67



1.16



0.34



1.24



41,607.63



282,297.55



400,888.11



RSD(%)



1.47



3.23



3.21



3.02



3.08



3.51



1,380,510.08



480,454.37



1,589,865.74



158,319.38



971,097.39



93,576.25



2,958,443.82



3,992,555.46



400,768.94



2,400,697.93



103,443.12



84,199.25



CPS



975,029.08



2,309,500.33



618,962.02



3,041,990.37



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.933E-03



9.770E-04



3.664E-05



Ratio



17.59



1,408.98



40.67



CPS



-23.41



38.17



50.85



RSD(%)



ug/l



ug/l



ug/l



Units



-0.057



0.285



0.0132



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.161E-04



1.266E-03



6.821E-03



4.031E-03



7.574E-05



1.751E-03



2.118E-05



3.338E-03



4.899E-03



3.905E-04



3.417E-02



1.468E-04



4.678E-04



7.775E-02



2.291E-03



8.826E-02



3.709E-02



2.654E-04



1.883E-03



2.973E-04



1.828E-05



1.531E-04



1.224E-04



Ratio



1.903E-05



9.246E-03



3.952E-03



1.868E-04



5.036E-05



717.81



424.46



8.00



351.12



515.57



41.11



3,598.29



12.21



133.34



8,183.57



241.12



9,293.16



3,905.05



184.45



2.22



1,186.77



73.33



370.02



293.35



353.35



1,126.73



CPS



18.67



9,036.47



9,250.09



573.38



153.34



790.06



5,624.76



-9.51



-234.05



38.79



7.39



-8968.06



65.28



173.01



75.92



220.68



-45.07



-16.69



17.90



35.87



15.58



12.18



2.02



-98.65



19.74



9.95



13.09



68.94



25.05



217.87



RSD(%)



14.12



5.94



8.12



117.38



49.64



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.003



-0.003



0.021



0.185



0.000



3.168



0.009



0.015



0.004



-0.003



-0.231



0.015



0.003



1.965



0.431



58.487



-0.585



0.041



0.334



0.084



0.006



0.007



0.003



Conc



0.014



1.676



3.244



0.002



0.012



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:52



Sample Name ICV



Sample Type ICV



File Name 016_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.2



99.8



98.7



98.0



98.8



Det



Pulse



Pulse



Pulse



Pulse



100.0



99.5



99.2



97.8



98.0



98.3



1.75



ISTD Recovery%



100.6



100.7



100.3



100.4



99.6



99.0



99.7



99.6



0.60



1.95



1.23



1.09



0.32



1.46



3.40



3.66



0.96



1.28



1.27



0.19



41,488.32



280,198.35



395,280.72



RSD(%)



2.54



2.42



3.94



2.83



2.24



4.06



1,389,263.84



483,365.06



1,580,325.22



157,497.26



976,754.13



92,334.64



2,985,106.88



3,987,371.71



401,869.88



2,409,143.97



105,277.22



86,122.61



CPS



977,040.41



2,341,247.31



616,787.55



3,062,192.35



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.370E-03



7.874E-04



1.367E-05



Ratio



6.60



1,145.62



32.67



CPS



-12.07



131.52



60.27



RSD(%)



ug/l



ug/l



ug/l



Units



-0.170



0.141



0.0042



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.498E-04



1.296E-03



5.036E-03



1.587E-03



0.000E+00



3.105E-03



5.915E-03



4.705E-04



5.315E-02



8.674E-05



3.652E-04



6.263E-02



1.433E-03



4.045E-03



3.501E-02



7.955E-06



7.305E-04



8.458E-05



7.562E-06



9.559E-05



1.077E-04



Ratio



1.616E-05



7.611E-03



3.949E-03



1.602E-04



3.549E-05



535.57



330.01



628.91



50.00



5,649.00



26.65



137.78



6,658.30



152.23



430.01



3,721.66



168.89



0.00



343.35



30.00



230.01



260.01



210.01



883.38



CPS



16.00



7,560.00



9,350.14



496.70



110.01



23.33



2,176.95



-156.00



-162.48



-54.53



45.63



0.00



80.77



30.73



-1503.66



14.19



1226.42



-121.59



239.78



18.69



3.85



-21.61



202.62



25.22



27.18



-145.22



97.47



-5759.71



RSD(%)



22.24



4.19



30.61



-6697.30



25.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



-0.002



-0.012



2.183



-0.009



0.009



0.024



0.000



0.229



0.000



-0.002



0.123



0.211



1.807



-1.335



0.001



0.029



0.018



-0.003



0.002



0.000



Conc



0.014



1.353



3.234



0.000



0.006



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:57



Sample Name ICB



Sample Type ICB



File Name 017_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.6



101.1



99.1



98.7



99.5



Det



Pulse



Pulse



Pulse



Pulse



101.0



99.4



99.4



97.3



98.2



98.5



0.57



ISTD Recovery%



102.3



102.0



100.8



101.8



99.4



100.9



99.8



100.0



0.26



0.20



0.54



0.54



0.72



0.64



4.99



3.36



1.36



1.66



0.44



0.33



41,654.43



282,262.68



398,262.74



RSD(%)



1.32



3.05



3.47



3.40



2.71



5.65



1,392,526.75



480,763.16



1,583,122.99



157,943.88



980,283.43



93,469.80



2,979,120.54



4,064,910.88



402,281.42



2,418,991.68



106,315.64



86,083.44



CPS



993,502.66



2,371,581.27



619,538.48



3,105,909.23



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



9.639E-04



4.321E-04



2.017E-03



6.284E-05



9.212E-06



Ratio



214.45



6.67



4.42



463.35



18.00



CPS



-2.26



-74.20



-87.88



-113.56



114.69



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.451



-0.130



-0.043



-0.003



0.003



2



2



2



2



3



Sn



Se



Zn



As



Cd



Page 2 of 2 Printed at: 8:19 AM on:11/5/2019



Raw Data MA47752    page 34 of 181



Inst QC: MA47752



98 of 266



JC97278



7
7.1











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



99.3



97.9



99.2



RSD(%)



3.63



6.42



5.95



CPS



964,485.12



2,275,810.23



609,957.43



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.532E-01



2.689E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.900E+00



1.020E+00



2.715E+00



4.426E-01



2.135E-01



1.290E-01



8.731E-01



6.003E-02



1.962E+00



2.475E+00



1.416E+00



2.052E+02



2.186E-01



9.897E-01



3.972E+01



1.949E+01



7.216E+00



1.375E+01



3.367E-01



2.044E-01



1.749E-01



6.927E-02



7.096E-01



2.460E-01



Ratio



2.360E-01



5.261E-01



1.709E+00



6.751E-01



1.346E-01



288,197.15



46,984.41



22,668.71



62,267.44



122,216.61



11,149.27



208,309.27



262,749.82



150,329.44



21,781,812.47



413,956.39



108,305.69



4,215,905.25



2,068,608.67



765,973.22



1,459,122.23



92,677.95



6,372.65



689,906.19



273,302.78



1,638,400.29



567,772.11



504,404.36



2,284,084.11



0.75



2.80



CPS



227,558.75



507,158.33



3,881,136.50



1,971,372.42



393,270.83



971,086.29



589,614.24



1.37



1.50



1.18



0.33



1.43



0.74



2.15



0.53



0.73



1.40



0.96



2.04



2.11



2.05



1.31



1.20



1.11



1.43



4.72



3.61



3.51



3.18



1.17



1.74



RSD(%)



1.66



2.19



4.91



3.25



2.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.021



204.064



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.581



49.871



50.476



49.898



50.483



49.406



5248.111



50.895



50.202



48.838



50.633



4970.933



53.067



53.375



4831.059



5010.063



4855.422



4921.374



52.694



53.952



54.359



54.665



53.248



52.596



Conc



51.478



103.942



5138.957



54.103



53.841



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:02



Sample Name CCVA



Sample Type CCV



File Name 018_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.0



98.8



98.7



94.0



99.5



Pulse



100.9



98.5



97.7



97.7



99.8



101.0



0.43



95.8



96.4



98.1



97.4



95.5



1.37



0.77



0.62



0.25



1.00



0.32



8.36



5.89



0.83



1.55



0.60



1.31



41,457.11



268,758.62



397,971.32



6.45



7.48



7.66



1,368,555.71



482,754.18



1,609,967.89



161,904.40



974,601.28



91,416.41



2,890,327.52



3,952,058.38



392,411.81



2,309,460.59



106,158.07



85,312.13



2,924,043.08



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.604E-04



1.510E-03



6.094E-03



1.553E-03



1.070E-05



2.999E-03



5.934E-03



5.248E-04



7.223E-02



9.024E-05



4.601E-04



6.514E-02



2.249E-03



4.134E-03



3.652E-02



5.748E-05



9.944E-04



1.766E-04



1.764E-05



3.243E-04



1.166E-04



Ratio



2.744E-05



1.317E-02



4.151E-03



2.445E-04



1.689E-04



632.25



311.12



615.58



54.44



7,493.25



47.76



156.67



6,757.26



233.34



428.90



3,788.34



161.11



1.11



703.38



70.00



783.39



280.02



216.68



1,106.74



CPS



26.67



12,821.68



9,660.43



750.06



513.37



170.01



2,950.45



90.61



95.06



76.98



34.55



15130.32



19.92



65.97



278.67



5.93



147.23



76.15



50.45



22.16



5.68



-35.22



28.52



18.82



12.30



47.45



23.73



84.95



RSD(%)



8.85



3.15



7.33



27.98



39.80



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.009



0.008



1.976



0.000



0.006



0.024



0.002



0.692



0.001



0.003



0.429



0.421



1.867



-0.793



0.008



0.099



0.047



0.005



0.020



0.002



Conc



0.016



2.453



3.844



0.007



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:07



Sample Name CCB



Sample Type CCB



File Name 019_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



100.1



99.6



98.2



99.1



Det



Pulse



Pulse



Pulse



Pulse



98.6



96.9



97.7



96.6



97.7



97.6



1.76



ISTD Recovery%



100.2



100.0



99.3



100.3



98.9



99.0



98.5



99.4



1.19



1.85



1.22



0.55



1.67



1.01



3.93



4.04



0.04



1.75



0.33



1.26



41,851.80



280,805.05



396,686.16



RSD(%)



1.16



1.71



3.76



3.46



4.12



3.91



1,368,696.44



477,355.78



1,575,152.44



156,455.71



969,477.78



92,577.38



2,963,942.66



3,986,940.15



397,040.38



2,403,670.43



103,743.07



83,894.35



CPS



973,424.84



2,326,665.33



610,601.18



3,060,527.98



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.277E-03



8.299E-04



2.121E-03



9.639E-05



2.742E-05



Ratio



220.00



10.00



13.13



608.91



34.67



CPS



-7.13



79.25



-158.42



82.59



99.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.388



0.173



-0.031



0.005



0.010



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.439E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.655E-02



2.127E-02



1.135E-01



5.330E-02



2.201E-03



1.413E-03



4.783E-02



1.162E-03



4.080E-02



5.169E-02



2.988E-02



1.078E+00



2.011E-03



9.247E-03



2.061E+00



9.858E-01



4.149E-02



7.191E-01



2.989E-03



1.922E-02



6.828E-03



1.286E-03



6.448E-03



2.347E-03



Ratio



2.175E-03



1.252E-01



8.774E-02



5.994E-02



2.421E-03



11,817.40



5,547.86



229.00



675.35



11,661.90



4,247.38



5,380.01



3,111.51



112,212.91



3,804.71



2,214.65



214,561.19



102,609.19



4,318.51



74,845.90



4,979.84



121.11



27,145.31



5,111.21



15,510.05



5,638.14



4,841.12



22,241.97



3.11



CPS



2,117.53



121,915.28



204,760.72



184,193.28



7,442.36



8,886.57



57,184.38



2.42



7.19



0.62



1.47



7.32



3.60



3.58



19.30



2.23



3.08



4.09



0.39



3.83



3.27



0.42



0.84



2.87



1.20



3.39



1.88



2.49



3.70



3.70



4.12



RSD(%)



1.32



2.19



0.20



1.42



0.66



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.238



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.470



0.976



2.009



5.771



0.503



0.540



280.540



0.977



0.975



0.929



1.052



25.064



0.468



0.477



243.624



253.291



27.006



244.294



0.467



4.925



2.114



1.006



0.479



0.479



Conc



0.484



24.621



255.634



4.792



0.961



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:12



Sample Name CRI



Sample Type LLCCV



File Name 020LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



100.3



98.7



97.8



99.7



Det



Pulse



Pulse



Pulse



Pulse



98.9



97.1



98.3



96.8



97.3



97.5



1.26



ISTD Recovery%



100.2



100.3



99.8



100.7



99.3



98.8



98.2



99.5



0.77



1.67



0.90



0.81



2.53



1.00



3.55



4.60



1.11



1.46



0.74



0.49



41,473.91



279,496.59



398,818.59



RSD(%)



1.84



2.10



3.11



3.58



3.32



3.39



1,376,203.73



478,105.23



1,568,840.15



156,274.94



963,740.93



92,727.19



2,975,000.72



3,977,787.86



395,550.98



2,405,571.42



104,088.68



84,067.55



CPS



973,489.67



2,333,657.26



613,442.57



3,073,497.56



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.323E-0354.6741.55ug/l



Units



0.5483Se
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



83.6



RSD(%)



2.29



CPS



812,666.22



MassElement



Li
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0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.013E-03



1.709E-03



7.632E-03



1.861E-03



1.015E-04



2.849E-03



6.406E-03



1.014E-03



1.618E-01



1.405E-04



7.566E-04



1.416E-01



8.353E-03



4.214E-03



4.578E-02



3.420E-05



1.115E-03



1.059E-04



2.209E-05



1.590E-04



2.074E-04



Ratio



1.334E-04



5.903E-03



4.344E-03



7.377E-04



4.729E-04



670.03



250.01



562.24



88.89



14,206.34



88.85



150.00



12,432.30



733.36



370.01



4,019.52



163.34



8.89



433.36



90.00



396.69



516.70



350.02



1,886.80



CPS



104.00



4,591.99



8,873.22



2,143.59



1,373.46



100.00



3,250.54



36.92



25.30



13.29



47.57



49.10



129.94



25.26



59.82



5.52



21.61



18.92



1.76



4.65



10.09



38.81



18.06



20.95



15.70



83.07



10.84



18.94



RSD(%)



11.82



5.58



13.76



14.20



8.01



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.009



0.018



0.036



3.833



0.077



0.003



0.034



0.019



2.863



0.013



0.019



9.747



1.990



1.921



2.534



0.005



0.131



0.025



0.009



0.007



0.021



Conc



0.039



1.015



4.426



0.046



0.181



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:39



Sample Name rinseconf



Sample Type Sample



File Name 024SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:21 AM on:11/5/2019



Raw Data MA47752    page 47 of 181



Inst QC: MA47752



111 of 266



JC97278



7
7.1











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



92.7



93.6



93.5



97.8



Det



Pulse



Pulse



Pulse



Pulse



83.4



86.9



91.4



89.3



94.6



95.9



0.72



ISTD Recovery%



80.1



87.7



91.6



95.3



97.4



101.7



101.6



103.1



0.85



0.98



0.84



1.42



1.64



0.11



4.09



2.24



0.66



1.89



0.90



0.61



39,316.60



267,321.46



391,165.09



RSD(%)



2.82



4.05



3.89



2.90



3.77



3.87



1,279,717.69



441,221.09



1,525,896.95



153,759.22



968,697.91



85,698.29



2,920,924.23



4,096,322.44



409,400.42



2,492,790.64



87,783.54



75,204.19



CPS



778,070.75



2,039,975.23



563,010.54



2,908,440.16



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.337E-03



4.068E-04



1.268E-02



1.329E-04



8.196E-05



Ratio



1,113.40



11.67



36.14



590.02



16.00



CPS



-2.83



-44.34



5.39



10.13



34.23



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.376



-0.149



1.166



0.013



0.031



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.282E-03



6.363E-03



1.270E-01



1.231E-02



4.225E-05



4.143E-03



4.737E-05



8.472E-04



1.033E-02



8.631E-03



4.088E-01



1.488E-04



8.029E-04



2.028E-01



1.602E-02



6.420E-03



5.226E-02



1.579E-05



4.513E-04



3.310E-05



6.326E-04



2.287E-04



2.222E-04



Ratio



2.540E-05



5.844E-03



8.769E-03



5.966E-03



3.439E-04



11,981.98



1,160.06



4.00



80.00



974.49



813.37



38,565.35



121.01



600.02



19,131.98



1,511.22



605.58



4,928.71



391.12



4.45



133.34



2,543.67



563.37



550.04



366.69



1,980.15



CPS



21.33



4,929.88



18,773.42



17,348.53



1,003.41



46.67



1,323.45



17.25



6.17



0.91



14.48



-135.45



14.76



111.52



-10.05



15.18



13.96



4.27



15.61



6.14



1.20



10.82



5.19



7.24



57.85



-36.28



80.18



3.40



21.25



28.63



RSD(%)



10.90



1.79



5.20



3.09



14.33



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.025



0.493



4.521



2.247



-0.016



35.133



0.062



-0.097



0.223



0.584



17.696



0.031



0.043



34.408



7.923



6.811



9.718



0.004



-0.090



0.004



0.981



0.025



0.049



Conc



0.031



2.007



35.506



0.931



0.259



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:46



Sample Name jc97382-3undigconf



Sample Type Sample



File Name 025SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



96.9



96.5



94.9



99.0



Det



Pulse



Pulse



Pulse



Pulse



89.6



92.6



93.7



92.9



95.9



96.6



1.54



ISTD Recovery%



86.8



92.0



96.0



95.4



98.0



99.9



99.9



102.0



1.07



0.81



0.34



1.78



2.62



0.84



4.11



3.71



1.21



0.88



1.34



0.72



40,532.31



271,233.60



396,239.78



RSD(%)



2.23



2.30



2.83



3.44



3.47



3.81



1,312,294.49



458,926.25



1,545,717.44



154,914.34



968,352.46



89,635.05



2,936,961.80



4,022,149.94



402,582.08



2,466,655.33



94,329.83



80,212.59



CPS



843,715.63



2,139,798.67



590,047.25



2,909,578.19



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



5.784E-04



7.557E-04



9.037E-06



Ratio



4.16



265.56



30.67



CPS



-2.63



139.53



121.86



RSD(%)



ug/l



ug/l



ug/l



Units



-1.056



0.233



0.0052



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.301E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.860E-02



3.454E-01



1.189E-01



8.511E-03



1.065E-04



1.338E-05



5.711E-03



5.929E-05



5.966E-03



1.315E+00



2.004E-01



5.536E+00



1.532E-04



6.473E-04



2.146E-01



1.213E-02



5.755E-03



7.035E-02



6.829E-06



2.498E-04



3.427E-05



5.972E-04



1.160E-04



1.809E-04



Ratio



2.782E-05



5.991E-03



1.093E-02



6.416E-03



5.867E-04



11,206.91



802.26



10.00



6.11



151.12



562.24



123,897.24



18,881.89



521,722.74



1,752.06



32,546.29



20,217.93



1,143.40



542.25



6,629.45



537.80



5.55



140.01



2,440.32



286.68



450.02



376.69



1,600.10



-0.55



CPS



24.00



5,178.88



23,597.52



18,733.60



1,713.51



20.00



740.05



9.28



2.31



3.19



9.67



222.42



113.52



14.28



152.80



20.08



1.43



1.21



0.52



44.35



17.74



2.65



9.49



3.43



6.62



150.05



-7.32



55.81



1.72



11.65



71.38



RSD(%)



6.82



4.25



3.53



3.42



5.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.156



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.474



33.682



4.220



1.386



0.014



0.009



54.009



0.083



0.165



51.803



14.299



266.195



0.033



0.026



37.270



5.922



5.915



22.709



0.001



-0.196



0.005



0.926



0.008



0.031



Conc



0.033



2.065



48.516



1.003



0.453



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:51



Sample Name jc97469-2undigconf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



95.2



96.6



94.0



97.7



Det



Pulse



Pulse



Pulse



Pulse



89.5



91.9



93.1



92.7



95.5



96.7



0.09



ISTD Recovery%



89.0



92.8



97.3



95.8



98.8



101.5



101.6



102.0



0.33



0.43



0.63



0.38



0.82



0.84



2.74



4.51



0.90



0.66



0.47



0.88



40,602.42



268,816.95



391,054.67



RSD(%)



1.79



2.97



3.54



3.40



3.09



2.79



1,303,807.97



457,834.45



1,540,790.77



154,994.59



968,973.47



88,059.42



2,960,752.89



4,085,710.56



409,246.95



2,467,901.63



94,231.50



79,583.02



CPS



864,487.81



2,158,844.55



597,907.94



2,921,917.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse4.101E-0416.67-37.39ug/l



Units



-0.2933Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.941E-03



7.936E-03



1.274E-01



2.221E-02



2.116E-04



5.043E-03



1.870E-04



1.103E-02



3.269E-02



1.079E-02



7.075E-01



1.931E-04



7.853E-04



2.130E-01



1.210E-02



7.601E-03



4.978E-02



3.711E-05



1.430E-03



1.746E-04



6.213E-04



1.328E-04



1.973E-04



Ratio



3.051E-05



7.121E-03



1.081E-02



5.726E-03



1.967E-04



10,631.98



1,853.48



17.67



921.15



2,729.20



900.04



59,056.68



162.07



662.25



17,780.21



1,010.05



634.47



4,156.23



421.12



15.56



720.05



2,560.35



323.35



483.36



476.70



1,926.80



CPS



22.67



5,283.37



21,504.07



16,453.99



566.70



106.67



4,107.49



9.73



6.59



2.72



2.86



8.51



9.94



66.45



11.45



3.01



8.13



2.15



37.22



14.03



2.62



5.82



0.96



25.16



39.31



7.44



6.48



1.62



57.58



24.51



RSD(%)



10.35



7.72



1.16



3.51



28.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.042



0.646



4.535



4.492



0.064



45.970



0.299



0.425



1.107



0.738



32.172



0.052



0.041



36.886



5.907



8.401



7.939



0.010



0.429



0.092



0.964



0.010



0.038



Conc



0.034



2.512



47.811



0.892



0.142



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:58



Sample Name jc97382-3digconf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.7



91.7



92.6



91.6



97.1



Det



Pulse



Pulse



Pulse



Pulse



79.3



82.9



89.1



84.5



93.1



94.2



0.28



ISTD Recovery%



76.4



85.5



88.5



94.2



95.7



102.3



103.0



101.6



0.36



0.77



0.70



0.92



0.33



0.19



2.33



5.96



1.09



1.18



0.41



1.15



38,925.38



261,817.59



388,426.12



RSD(%)



1.71



2.97



3.56



4.01



3.49



4.27



1,248,220.58



417,709.84



1,501,642.20



150,984.65



941,597.77



84,771.46



2,869,274.59



4,120,209.32



414,894.84



2,456,995.80



83,465.11



71,745.92



CPS



742,149.06



1,988,990.75



544,105.33



2,875,644.85



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.738E-03



8.570E-04



1.813E-05



Ratio



7.57



725.59



33.33



CPS



-9.74



116.12



57.66



RSD(%)



ug/l



ug/l



ug/l



Units



-0.592



0.387



0.0122



2



3



Sn



Se



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



81.7



92.6



95.8



RSD(%)



2.01



2.39



3.19



CPS



793,758.33



2,152,873.51



588,920.89



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.606E-01



2.704E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.122E+00



1.073E+00



2.868E+00



4.784E-01



2.242E-01



1.340E-01



8.678E-01



6.246E-02



2.024E+00



2.582E+00



1.469E+00



2.171E+02



2.156E-01



9.765E-01



4.102E+01



1.993E+01



7.174E+00



1.389E+01



3.205E-01



1.997E-01



1.660E-01



6.438E-02



6.992E-01



2.420E-01



Ratio



2.501E-01



5.431E-01



1.664E+00



6.603E-01



1.300E-01



262,853.35



43,853.16



20,554.06



60,100.87



116,869.48



10,921.77



185,532.66



236,727.74



134,699.45



19,902,536.99



377,859.93



98,350.89



3,760,369.44



1,826,549.65



657,614.78



1,273,318.53



79,557.85



5,725.70



708,710.35



274,946.23



1,747,248.41



604,701.23



538,854.76



2,440,139.40



0.89



2.33



CPS



198,503.42



431,038.99



3,581,587.97



1,945,851.95



383,202.01



958,514.65



597,491.60



0.60



1.39



1.39



1.14



0.55



1.60



0.52



2.18



0.91



1.18



0.89



0.24



0.72



0.67



1.31



1.07



0.96



1.00



1.18



1.46



1.22



1.24



1.30



1.79



RSD(%)



0.99



0.77



0.51



1.60



1.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.507



205.212



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.466



52.447



53.321



53.957



53.008



51.338



5216.262



52.958



51.781



50.958



52.538



5259.609



52.352



52.661



4990.257



5122.866



4827.164



4973.593



50.152



52.714



51.590



50.811



52.467



51.733



Conc



54.536



107.303



5002.561



52.914



51.992



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:03



Sample Name CCVA



Sample Type CCV



File Name 028_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.1



95.6



96.1



92.3



101.0



Pulse



87.1



89.9



92.1



90.8



97.4



98.3



0.84



96.6



99.8



106.0



106.8



103.3



0.69



0.92



0.53



1.21



1.14



1.02



4.07



3.21



1.27



0.43



0.86



1.29



40,381.93



263,863.97



403,914.28



2.63



3.42



3.54



1,290,005.12



448,509.60



1,570,813.48



157,589.48



965,640.87



88,409.63



2,991,451.19



4,270,547.85



430,376.38



2,498,641.42



91,673.67



77,859.82



2,946,712.14



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.452E-04



1.519E-03



5.753E-03



1.494E-03



2.482E-05



2.517E-03



6.739E-03



6.536E-04



7.645E-02



1.379E-04



5.201E-04



1.034E-01



3.111E-03



4.554E-03



3.828E-02



5.998E-05



9.149E-04



1.543E-04



1.122E-05



2.523E-04



1.594E-04



Ratio



2.666E-05



1.003E-02



4.169E-03



2.493E-04



1.708E-04



517.79



226.67



606.69



58.89



6,881.83



31.09



136.67



9,309.83



280.01



410.01



3,446.02



134.45



2.22



653.37



46.67



630.04



403.36



346.69



1,310.09



CPS



21.33



8,107.01



8,846.56



740.05



506.70



180.01



2,733.73



194.04



151.91



503.14



104.78



301.87



-202.88



3.44



92.44



7.80



20.55



66.80



4.41



4.59



20.99



-281.22



17.33



19.26



19.09



1698.63



21.55



101.10



RSD(%)



22.80



1.22



19.73



29.56



13.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.009



0.001



1.622



0.012



-0.006



0.040



0.006



0.794



0.013



0.006



5.092



0.642



2.150



-0.158



0.009



0.078



0.040



0.000



0.014



0.011



Conc



0.016



1.832



3.897



0.007



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:08



Sample Name CCB



Sample Type CCB



File Name 029_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.5



94.9



96.2



94.2



98.0



Det



Pulse



Pulse



Pulse



Pulse



85.5



88.6



92.4



89.7



94.9



95.2



0.55



ISTD Recovery%



83.2



91.3



94.6



97.4



99.7



104.7



105.0



103.7



0.92



1.09



0.87



1.17



1.05



1.15



3.41



4.40



0.56



0.80



0.43



1.02



40,405.11



269,164.85



392,107.41



RSD(%)



2.34



2.99



3.86



3.12



4.12



4.45



1,294,160.05



442,979.79



1,529,757.37



152,669.97



960,073.19



87,810.35



2,989,113.60



4,217,012.33



423,206.74



2,508,622.46



90,020.81



76,747.29



CPS



807,958.27



2,123,721.74



581,837.56



2,970,981.52



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.254E-03



8.577E-04



2.370E-03



8.519E-05



1.215E-05



Ratio



213.34



7.67



5.39



555.58



34.67



CPS



-2.70



61.12



-930.73



76.07



116.60



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.393



0.194



-0.003



0.002



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.122E-04



2.834E-03



1.244E-02



1.278E-02



6.794E-04



3.703E-03



2.560E-04



4.549E-03



1.107E-02



1.295E-01



6.616E-01



2.780E-04



1.324E-03



2.174E-01



1.422E-02



1.827E-02



6.202E-02



1.435E-02



5.479E-03



1.241E-03



2.628E-04



5.475E-04



3.328E-04



Ratio



2.098E-05



6.152E-03



9.044E-03



7.117E-04



8.578E-04



1,131.17



1,162.29



61.67



413.35



1,006.72



11,775.14



60,149.01



46.51



257.79



19,771.72



1,293.41



1,661.23



5,640.10



336.67



23.33



5,177.89



1,096.77



1,376.81



840.06



703.39



3,343.66



CPS



17.33



5,078.83



19,558.02



2,123.59



2,560.35



42,816.17



16,354.05



106.23



19.76



7.86



1.99



32.59



6.40



52.70



25.31



12.30



1.01



0.59



9.75



6.44



2.66



7.39



2.57



8.88



2.56



0.82



3.53



18.77



17.20



11.39



RSD(%)



4.10



7.29



0.29



5.74



4.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.074



0.126



1.177



0.143



14.917



0.208



0.046



0.126



4.615



14.973



0.047



0.050



18.984



3.498



11.384



8.365



2.244



1.286



0.377



0.199



0.036



0.048



Conc



0.015



1.064



18.582



0.044



0.335



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:13



Sample Name MDL-EPA-MB1CONF



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



96.1



95.3



94.7



97.8



Det



Pulse



Pulse



Pulse



Pulse



86.4



88.4



92.3



89.5



93.9



95.1



0.70



ISTD Recovery%



85.0



93.0



96.2



97.9



99.6



103.7



103.7



104.4



0.96



0.54



0.54



1.04



0.33



0.49



3.23



4.37



1.17



0.57



0.80



0.71



40,025.19



270,727.63



391,416.60



RSD(%)



2.20



2.93



2.19



3.34



3.11



3.80



1,291,877.93



441,962.22



1,514,035.98



152,496.44



963,530.03



88,875.80



2,985,078.36



4,174,896.71



417,853.29



2,525,853.61



90,918.74



76,553.96



CPS



826,229.05



2,162,524.91



591,662.31



2,986,729.23



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



7.150E-03



1.266E-03



3.587E-05



Ratio



15.86



3,160.42



50.67



CPS



3.40



24.06



21.99



RSD(%)



ug/l



ug/l



ug/l



Units



0.787



0.504



0.0132



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.042E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.788E+00



1.508E+00



4.014E+00



6.656E-01



3.444E-01



1.870E-01



3.844E-01



9.507E-02



2.818E+00



3.585E+00



2.069E+00



8.717E+01



2.830E-01



1.290E+00



1.640E+01



7.941E+00



2.839E+00



5.518E+00



4.978E-01



2.984E-01



2.483E-01



8.624E-02



9.461E-01



3.221E-01



Ratio



3.351E-01



3.636E-01



6.415E-01



8.827E-01



1.972E-01



350,525.64



58,114.51



30,081.54



79,846.32



172,431.40



246,136.04



312,921.19



180,661.56



7,610,902.75



505,413.56



131,671.88



1,432,134.32



693,395.88



247,842.50



481,768.92



33,562.78



8,284.79



1,056,030.61



366,741.33



2,367,256.22



805,984.33



708,005.54



3,227,142.03



7.87



CPS



274,988.19



298,312.09



1,387,373.89



2,620,473.35



585,457.34



1,499,508.73



898,741.32



7.55



7.51



7.47



7.94



7.23



6.02



7.95



12.79



7.34



8.52



7.24



8.07



0.30



0.47



7.04



7.66



8.15



8.08



0.87



1.67



1.32



0.33



0.95



0.87



RSD(%)



0.72



2.13



0.41



0.86



0.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



80.239



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.075



73.730



74.678



75.176



81.438



71.645



2306.481



80.609



72.133



70.774



73.967



2111.316



68.709



69.563



1990.041



2041.464



1909.725



1967.336



77.894



78.851



77.192



68.059



70.994



68.877



Conc



73.070



71.783



1923.669



70.743



78.862



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:18



Sample Name MDL-EPA-B1CONF



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



93.3



94.5



90.2



97.7



Det



Pulse



Pulse



Pulse



Pulse



83.2



86.5



87.9



86.6



92.4



93.4



0.22



ISTD Recovery%



84.5



93.0



97.0



97.3



100.5



105.6



107.5



103.4



5.78



6.11



5.20



0.85



1.36



0.60



3.42



3.96



6.26



3.21



5.57



5.19



39,693.08



257,933.59



390,808.59



RSD(%)



2.31



3.33



2.90



2.97



4.36



3.32



1,230,847.90



427,802.48



1,489,526.68



149,699.63



928,494.20



86,291.95



3,013,045.06



4,252,468.06



433,005.27



2,502,136.32



87,600.46



74,935.56



CPS



820,799.40



2,162,812.89



596,092.15



2,969,031.42



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.337E-019,269.875.73ug/l



Units



177.2563Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.499E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.950E-02



7.931E-02



2.145E-01



1.029E-01



4.710E-03



1.296E-03



5.309E-02



2.284E-03



1.517E-01



9.746E-02



2.923E-02



2.444E+00



1.922E-03



8.994E-03



2.445E+00



9.658E-01



7.152E-02



6.892E-01



1.334E-03



1.260E-02



6.828E-03



2.394E-03



3.249E-03



2.394E-03



Ratio



2.255E-03



4.578E-01



9.716E-02



6.459E-02



2.269E-03



20,371.87



9,772.47



447.34



584.64



6,760.69



14,407.63



9,258.73



2,775.87



232,198.32



3,751.05



7,534.37



232,232.98



91,751.09



6,792.82



65,475.67



5,043.22



216.67



27,659.74



9,694.01



7,849.42



5,778.27



4,641.07



21,711.54



1.87



CPS



1,960.17



397,810.12



211,537.65



187,700.54



6,605.26



3,940.74



37,173.41



4.16



1.94



2.25



2.68



3.23



4.31



2.92



28.33



3.86



3.56



6.92



1.15



3.65



4.34



1.50



2.23



3.05



1.50



12.50



2.22



0.36



1.20



1.32



7.59



RSD(%)



3.41



1.70



0.62



2.66



5.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.356



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.508



3.816



3.890



11.390



1.096



0.496



312.209



1.928



3.816



1.834



1.028



58.155



0.446



0.463



290.304



248.154



47.216



233.567



0.208



3.174



2.114



1.881



0.239



0.489



Conc



0.502



90.422



283.990



5.165



0.900



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:23



Sample Name MDL-EPACONF



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:24 AM on:11/5/2019



Raw Data MA47752    page 63 of 181



Inst QC: MA47752



127 of 266



JC97278



7
7.1











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.8



98.5



97.6



93.9



98.7



Det



Pulse



Pulse



Pulse



Pulse



90.3



92.4



92.1



91.3



94.7



95.2



1.12



ISTD Recovery%



89.5



93.6



96.3



95.3



98.4



100.6



100.4



99.9



1.06



1.25



0.75



2.34



2.41



1.47



4.34



4.13



1.63



1.24



0.89



1.32



41,024.77



268,449.60



394,994.74



RSD(%)



1.94



3.20



4.42



3.61



3.74



4.07



1,289,977.48



450,990.84



1,527,210.77



152,548.65



952,968.12



91,081.17



2,950,544.20



4,050,884.63



404,448.91



2,416,585.12



95,012.69



79,967.78



CPS



869,099.50



2,177,513.20



592,281.14



2,906,922.25



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.726E-03152.6715.95ug/l



Units



2.3753Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.522E-04



1.648E-03



6.878E-03



1.707E-03



7.227E-05



1.769E-03



3.938E-03



3.126E-03



1.086E-01



1.255E-04



5.438E-04



1.022E-01



3.345E-03



2.610E-03



4.124E-02



3.184E-05



1.157E-03



9.602E-05



5.349E-05



1.278E-04



1.415E-04



Ratio



1.597E-05



1.275E-02



4.037E-03



2.304E-04



1.119E-04



635.58



163.34



363.34



288.89



10,028.17



23.30



152.23



9,439.93



308.90



241.12



3,809.45



157.78



6.67



390.02



216.68



310.02



346.69



306.69



1,326.76



CPS



13.33



10,541.99



8,663.79



680.05



333.35



93.33



3,400.57



-201.05



59.79



54.15



39.48



59.29



-16.53



-90.41



19.45



3.22



15.96



9.55



6.43



16.55



19.58



37.49



44.34



8.25



8.42



20.55



61.36



58.77



RSD(%)



15.58



6.59



17.84



76.63



30.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.002



0.031



0.044



5.808



0.105



-0.050



-0.030



0.190



3.145



0.020



0.015



9.893



1.405



1.683



1.805



0.009



0.284



0.043



0.067



0.010



0.014



Conc



0.027



4.742



6.999



0.011



0.074



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:28



Sample Name MDL-AQ-MB1CONF



Sample Type Sample



File Name 033SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



97.1



96.4



93.8



99.1



Det



Pulse



Pulse



Pulse



Pulse



87.8



90.3



92.4



90.2



94.1



94.2



0.88



ISTD Recovery%



85.2



92.3



95.7



97.3



98.1



100.8



101.0



100.9



1.08



0.64



0.43



0.48



0.34



0.20



4.43



4.12



0.96



0.89



0.69



0.51



40,497.65



268,046.28



396,336.18



RSD(%)



2.39



3.74



3.14



4.42



2.76



5.36



1,293,728.14



445,625.31



1,516,976.29



150,980.04



955,025.69



89,764.78



2,940,956.06



4,059,449.73



407,187.50



2,441,313.30



92,365.93



78,177.31



CPS



827,315.46



2,147,503.36



588,654.52



2,970,460.58



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.618E-03



8.397E-04



4.367E-03



8.669E-05



7.217E-06



Ratio



403.34



8.00



3.21



721.14



34.00



CPS



-11.88



37.12



21.00



111.07



151.00



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.640



0.361



0.447



0.005



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.014E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.822E+00



7.308E-01



1.938E+00



2.933E-01



1.538E-01



8.678E-02



3.526E-01



4.573E-02



1.365E+00



1.760E+00



1.005E+00



8.548E+01



1.444E-01



6.571E-01



1.626E+01



7.807E+00



2.761E+00



5.387E+00



2.441E-01



1.572E-01



1.207E-01



4.362E-02



4.829E-01



1.638E-01



Ratio



1.645E-01



1.980E-01



6.597E-01



4.476E-01



9.920E-02



168,730.29



25,533.82



13,387.88



37,335.57



86,626.67



118,880.55



153,214.31



87,471.09



7,442,519.98



245,700.62



63,629.39



1,415,432.17



679,748.19



240,425.36



469,065.69



30,697.35



3,981.74



508,199.47



183,693.86



1,205,102.92



408,900.62



360,473.45



1,640,130.22



0.90



CPS



124,453.17



149,738.24



1,355,789.62



1,300,955.09



288,279.62



717,257.73



461,887.04



2.12



1.73



0.80



1.05



1.03



0.86



0.23



2.69



1.50



1.37



1.11



2.63



0.98



0.47



0.99



1.46



1.29



0.79



1.50



0.76



1.21



0.78



0.63



1.55



RSD(%)



2.30



1.76



0.21



0.96



0.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.307



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.208



71.406



72.002



65.943



72.689



66.487



4229.641



77.543



69.819



69.390



71.831



4140.631



70.102



70.858



3946.091



4014.301



3715.155



3840.836



76.399



82.908



75.004



68.839



72.465



70.051



Conc



71.777



78.040



3957.199



71.738



79.335



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:32



Sample Name MDL-AQ-B1CONF



Sample Type Sample



File Name 034SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.2



95.7



94.8



90.3



99.3



Det



Pulse



Pulse



Pulse



Pulse



82.7



83.9



89.4



87.1



95.5



96.3



0.85



ISTD Recovery%



77.8



88.4



91.9



95.2



98.1



104.6



106.9



103.2



0.17



0.18



0.49



0.41



1.06



0.90



3.36



4.47



0.75



1.18



0.42



0.13



39,822.39



258,205.21



397,424.74



RSD(%)



1.39



2.55



3.57



3.46



3.81



3.42



1,251,385.20



430,211.82



1,540,667.96



154,318.48



946,216.01



88,525.73



2,939,023.57



4,210,808.27



430,737.96



2,495,993.76



87,069.18



72,641.61



CPS



756,318.27



2,054,992.10



565,068.41



2,906,213.29



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.034E-018,097.804.44ug/l



Units



308.5023Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.299E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.156E-02



2.198E-02



1.382E-01



4.608E-02



4.485E-03



1.221E-03



4.911E-02



2.645E-03



7.622E-02



6.012E-02



4.633E-02



1.966E+00



4.154E-03



1.884E-02



2.163E+00



7.941E-01



6.384E-02



7.144E-01



9.985E-04



1.737E-02



1.008E-02



1.309E-03



6.887E-03



4.566E-03



Ratio



1.105E-03



2.440E-01



8.622E-02



6.649E-02



2.553E-03



13,236.48



4,412.98



429.68



560.85



10,558.75



7,299.78



5,759.05



4,436.33



188,283.20



2,065.24



2,105.74



207,172.33



76,064.78



6,113.89



68,428.91



4,703.09



253.34



41,218.71



5,344.62



16,938.76



11,225.50



10,211.24



46,325.52



1.69



CPS



968.05



213,413.36



191,358.38



198,633.56



7,625.80



2,993.79



52,050.11



1.60



0.85



0.98



1.80



6.80



5.81



3.45



1.32



1.60



1.67



5.46



0.66



1.16



1.75



0.77



1.07



4.20



0.15



15.14



1.85



2.86



5.70



2.48



1.82



RSD(%)



12.19



3.01



1.02



0.72



1.28



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



7.914



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.551



2.022



4.938



9.902



2.085



0.934



576.448



4.468



3.764



2.191



3.280



93.143



1.976



1.989



511.995



408.039



84.105



485.208



0.311



8.872



6.252



2.049



1.024



1.907



Conc



0.502



96.259



502.109



10.634



2.026



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:37



Sample Name MDL-AQCONF



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



99.8



98.0



95.1



99.8



Det



Pulse



Pulse



Pulse



Pulse



91.0



92.8



94.2



93.0



95.3



95.5



0.41



ISTD Recovery%



90.0



95.4



96.6



97.9



100.0



101.5



100.8



101.7



0.76



0.88



0.42



0.43



0.73



0.30



2.22



4.48



0.85



0.83



0.52



0.95



41,180.71



271,965.44



399,269.93



RSD(%)



2.39



2.74



3.62



3.08



2.63



3.13



1,319,483.04



459,291.11



1,536,783.10



153,058.70



954,306.98



92,323.44



2,996,665.35



4,087,757.86



406,167.97



2,459,063.40



95,785.74



80,370.16



CPS



874,803.14



2,219,259.71



593,784.60



2,987,630.69



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.137E-0388.0014.26ug/l



Units



2.3353Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.0



94.7



97.3



RSD(%)



3.66



2.33



3.81



CPS



825,896.60



2,201,918.20



598,110.58



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-01



2.748E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.099E+00



1.075E+00



2.857E+00



4.739E-01



2.209E-01



1.354E-01



8.647E-01



5.932E-02



2.028E+00



2.586E+00



1.446E+00



2.156E+02



2.124E-01



9.702E-01



4.107E+01



2.004E+01



7.240E+00



1.392E+01



3.215E-01



2.013E-01



1.666E-01



6.488E-02



6.938E-01



2.397E-01



Ratio



2.484E-01



5.529E-01



1.652E+00



6.672E-01



1.304E-01



263,968.31



43,787.43



20,417.51



60,171.85



114,456.97



10,999.83



187,372.79



239,025.50



133,609.36



19,926,701.98



378,822.13



99,336.01



3,795,804.43



1,851,566.87



669,152.77



1,286,350.09



79,918.80



5,481.16



706,818.53



275,411.15



1,725,810.13



596,091.75



528,304.85



2,412,646.66



1.18



1.64



CPS



205,020.97



456,250.60



3,638,465.47



1,968,264.24



384,641.30



956,203.06



598,696.28



1.50



2.23



1.56



2.13



0.87



1.07



0.53



4.06



1.10



0.66



0.45



1.12



0.33



0.69



1.11



1.01



0.77



0.92



1.65



0.73



3.26



2.24



2.31



0.52



RSD(%)



2.90



3.63



0.61



1.02



0.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.897



208.584



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.174



52.550



53.116



53.443



52.230



51.862



5197.800



50.288



51.873



51.036



51.688



5223.579



51.577



52.323



4996.557



5151.096



4872.057



4983.856



50.309



53.141



51.772



51.203



52.058



51.242



Conc



54.172



109.241



4968.553



53.469



52.149



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:42



Sample Name CCVA



Sample Type CCV



File Name 036_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



96.3



95.2



90.8



98.8



Pulse



87.8



89.6



91.5



90.0



96.6



98.0



0.72



96.7



99.2



105.5



105.9



102.8



0.25



0.21



0.57



1.77



0.67



0.54



5.08



4.05



1.85



0.89



0.21



0.32



40,018.52



259,488.38



395,365.12



2.23



2.82



5.48



1,281,664.60



444,431.95



1,558,256.19



157,051.42



950,740.31



89,032.46



2,973,940.53



4,248,306.29



426,792.38



2,487,108.09



92,424.55



77,577.44



2,949,565.06



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.320E-04



1.410E-03



7.234E-03



1.607E-03



0.000E+00



2.919E-03



6.310E-03



5.936E-04



7.190E-02



1.273E-04



5.351E-04



9.657E-02



2.425E-03



4.340E-03



3.705E-02



7.519E-05



9.863E-04



1.644E-04



1.609E-05



2.967E-04



1.655E-04



Ratio



3.088E-05



1.363E-02



4.279E-03



2.040E-04



1.304E-04



650.03



262.23



566.69



53.33



6,459.38



47.76



126.67



8,676.09



217.78



390.01



3,329.33



144.45



0.00



680.05



66.67



733.39



410.03



313.35



1,323.42



CPS



25.33



11,189.16



9,113.35



600.04



383.36



220.01



2,893.79



80.45



295.74



38.25



63.76



0.00



325.22



67.12



81.23



6.84



100.68



57.88



4.25



25.65



5.90



-50.26



16.59



10.40



20.00



147.69



23.24



45.90



RSD(%)



15.84



2.42



10.81



24.81



9.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.004



0.029



2.303



-0.009



0.004



0.032



0.004



0.684



0.010



0.007



4.258



0.466



2.006



-0.599



0.011



0.097



0.043



0.004



0.017



0.012



Conc



0.017



2.544



4.230



0.003



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:47



Sample Name CCB



Sample Type CCB



File Name 037_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.4



96.2



95.5



92.8



97.8



Det



Pulse



Pulse



Pulse



Pulse



85.4



88.1



91.6



88.5



92.9



93.8



0.33



ISTD Recovery%



84.5



91.6



93.9



96.5



98.0



102.5



102.8



102.3



0.93



1.06



0.57



0.31



0.49



0.72



2.79



3.29



0.41



1.48



0.66



0.81



40,143.33



265,369.83



391,357.45



RSD(%)



0.74



2.37



3.41



4.34



3.41



2.39



1,283,101.13



437,168.14



1,497,595.67



150,321.76



948,990.00



89,013.32



2,936,373.51



4,126,604.63



414,418.28



2,475,017.20



89,845.29



76,281.25



CPS



821,097.97



2,129,569.97



577,048.53



2,945,612.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.289E-03



8.140E-04



2.746E-03



9.275E-05



1.493E-05



Ratio



246.67



8.33



6.55



563.35



32.67



CPS



-2.22



37.85



33.82



216.35



118.35



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.386



0.161



0.040



0.004



0.005



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.030E-04



1.469E-03



6.055E-03



3.662E-03



4.887E-05



2.555E-03



5.902E-05



1.111E-03



2.398E-03



9.332E-04



4.408E-02



1.488E-04



5.203E-04



1.023E-01



4.267E-03



2.233E-03



3.859E-02



2.876E-05



3.418E-04



7.326E-05



2.447E-05



1.458E-04



1.241E-04



Ratio



2.703E-05



1.044E-02



6.259E-03



3.544E-04



9.134E-05



575.57



347.79



4.67



105.56



227.78



88.89



4,188.46



28.88



140.00



9,724.57



405.57



212.23



3,668.31



243.34



5.56



300.02



100.00



360.02



306.69



366.69



1,286.75



CPS



24.00



9,265.48



14,017.67



1,050.08



270.01



86.67



1,020.08



-482.28



265.20



71.77



25.03



-76.47



33.70



111.49



-9.19



-15.11



43.55



392.21



42.81



21.42



6.24



3.52



39.13



-436.65



54.57



-5.60



53.63



52.34



14.64



86.13



RSD(%)



10.34



4.01



0.82



22.78



18.58



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



0.034



0.034



0.718



-0.032



40.030



0.205



-0.210



-0.227



0.082



0.048



0.077



0.031



24.800



4.698



2.937



-0.247



0.019



-0.369



0.072



0.054



0.031



0.017



Conc



0.080



9.567



50.968



0.078



0.143



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 14:52



Sample Name MDL-SOIL-MB1CONF



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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3
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3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.7



98.5



96.4



94.2



98.1



Det



Pulse



Pulse



Pulse



Pulse



90.3



91.7



93.5



91.6



94.5



95.5



0.16



ISTD Recovery%



91.3



96.3



99.1



97.2



99.5



102.1



101.5



102.2



0.39



1.10



1.07



0.51



0.76



0.60



1.60



4.32



1.78



0.83



0.73



0.84



40,500.92



269,328.20



392,474.71



RSD(%)



0.71



3.04



1.85



3.46



3.69



3.14



1,309,191.20



452,697.72



1,523,564.84



153,143.81



961,967.64



91,117.99



2,983,432.15



4,111,805.56



409,205.83



2,471,951.42



95,057.30



79,398.80



CPS



887,067.65



2,239,735.28



609,036.00



2,966,020.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



4.126E-04



8.228E-04



4.707E-06



Ratio



2.12



186.67



33.33



CPS



-1.57



23.48



170.46



RSD(%)



ug/l



ug/l



ug/l



Units



-2.807



0.837



0.0052



2



3



Sn



Se



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



82.3



91.4



93.7



RSD(%)



2.59



2.92



3.82



CPS



799,894.03



2,125,556.32



576,365.20



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.276E-01



1.244E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.855E+00



7.488E-01



2.007E+00



3.458E-01



1.702E-01



9.150E-02



3.617E-01



4.671E-02



1.384E+00



1.779E+00



9.987E-01



8.624E+01



1.415E-01



6.447E-01



1.664E+01



7.919E+00



2.812E+00



5.468E+00



1.247E-01



1.766E-01



1.259E-01



4.346E-02



4.633E-01



1.591E-01



Ratio



1.692E-01



1.956E-01



6.628E-01



4.470E-01



9.819E-02



176,372.50



30,385.90



14,961.84



39,124.85



97,308.61



4,836.89



121,638.74



156,351.61



87,772.02



7,579,101.37



250,929.02



65,809.44



1,462,602.55



695,925.60



247,109.80



480,514.74



31,790.85



4,105.11



523,619.51



180,842.56



1,151,460.19



395,485.61



351,712.77



1,602,852.45



1.63



4.90



CPS



135,271.75



156,382.32



1,408,687.84



1,298,385.37



285,251.65



366,491.15



519,043.86



0.41



0.68



0.37



0.81



1.65



1.00



1.79



1.98



0.87



1.09



0.70



0.76



2.86



2.16



0.51



0.66



0.40



0.79



1.98



0.53



1.20



1.75



3.25



3.68



RSD(%)



3.49



4.65



0.56



0.64



0.37
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ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



224.485



470.822



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



185.169



182.921



186.426



194.602



201.211



175.247



10849.999



197.998



176.939



175.383



178.513



10443.262



171.702



173.812



10100.312



10178.977



9457.486



9746.204



97.542



232.990



195.651



171.477



173.794



170.051



Conc



184.514



192.793



9939.218



179.073



196.315



2



2



2



2



2
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1



1



1
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1
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Tl
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 14:57



Sample Name MDL-SOIL-B1CONF



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Pulse



Pulse



Pulse



93.4



93.8



92.6



89.6



96.4



Pulse



83.5



86.0



89.4



86.6



93.6



94.3



0.68



95.2



98.1



103.3



103.9



102.8



1.29



0.42



0.52



0.75



1.14



0.48



4.53



3.46



0.48



1.22



0.46



0.79



38,893.07



256,082.01



385,696.33



3.24



3.49



4.36



1,252,566.48



427,613.89



1,510,167.27



151,148.10



937,986.01



86,723.45



2,939,354.74



4,160,458.17



418,595.00



2,486,159.34



87,883.15



74,455.83



2,904,921.42
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.142E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.064E-02



4.279E-02



2.154E-01



1.039E-01



4.063E-03



1.322E-03



6.765E-02



1.708E-03



7.305E-02



6.525E-02



2.734E-02



6.670E-01



1.953E-03



8.637E-03



2.586E+00



1.218E+00



8.113E-02



8.527E-01



2.516E-03



1.176E-01



1.062E-02



2.457E-03



1.993E-03



2.158E-03



Ratio



2.359E-03



2.287E-01



1.293E-01



5.378E-02



2.071E-03



20,909.35



10,082.67



394.34



602.56



52,049.92



7,088.56



6,334.87



2,652.51



64,738.83



3,942.67



4,152.90



250,881.27



118,164.59



7,872.27



82,745.09



6,564.96



165.56



43,181.69



9,984.23



4,804.45



5,207.95



4,707.76



20,827.55



9.48



CPS



2,145.52



207,986.14



290,873.63



159,198.27



6,131.68



7,459.06



347,935.15



5.19



1.70



1.91



1.21



5.58



7.12



1.67



12.84



1.49



7.62



5.07



3.43



2.23



0.74



2.16



0.97



2.11



1.46



6.46



4.47



3.54



3.46



3.70



4.71



RSD(%)



2.79



0.62



1.54



1.75



4.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



111.033



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.616



10.146



19.538



57.525



4.715



2.529



1999.269



7.196



9.005



5.985



4.805



75.514



2.269



2.221



1537.444



1564.577



268.439



1461.324



1.965



154.875



16.473



9.655



0.724



2.193



Conc



2.623



225.507



1904.194



21.490



4.102



2



2



2



2



2



2



2



2



2



2



2



2



2
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2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 15:02



Sample Name MDL-SOILCONF



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



99.2



97.7



93.1



96.9



Det



Pulse



Pulse



Pulse



Pulse



92.2



94.7



92.7



92.3



94.0



94.5



1.95



ISTD Recovery%



93.6



96.7



99.1



97.0



98.8



100.9



99.6



99.7



0.46



0.69



0.90



2.70



1.37



1.75



4.10



3.34



1.28



1.02



0.48



1.23



41,033.68



266,165.48



387,571.75



RSD(%)



2.79



2.99



3.24



3.30



3.29



3.30



1,298,525.02



455,879.11



1,515,779.21



151,429.83



950,110.28



91,770.92



2,961,705.62



4,064,771.50



401,529.37



2,411,046.06



97,047.79



81,955.93



CPS



909,372.25



2,248,961.27



609,279.49



2,961,123.29



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.062E-0384.6719.55ug/l



Units



5.5523Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



86.0



94.3



95.3



RSD(%)



2.36



4.53



5.26



CPS



835,676.91



2,192,504.71



585,718.57



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.604E-01



2.680E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.094E+00



1.069E+00



2.826E+00



4.684E-01



2.220E-01



1.361E-01



8.785E-01



6.031E-02



2.018E+00



2.578E+00



1.450E+00



2.180E+02



2.137E-01



9.744E-01



4.163E+01



2.006E+01



7.208E+00



1.403E+01



3.285E-01



2.047E-01



1.719E-01



6.604E-02



6.932E-01



2.420E-01



Ratio



2.473E-01



5.442E-01



1.664E+00



6.669E-01



1.322E-01



263,975.65



43,740.54



20,730.65



59,454.52



113,775.41



10,402.70



188,449.14



240,744.05



135,419.17



20,360,808.63



382,306.12



99,880.47



3,887,948.74



1,873,757.29



673,215.63



1,310,090.89



82,044.19



5,632.32



688,066.12



264,493.06



1,633,180.60



570,194.86



503,381.97



2,294,909.73



0.88



2.07



CPS



206,689.78



454,835.19



3,646,991.40



1,915,985.54



379,702.97



941,195.87



586,179.22



1.67



1.44



0.72



1.61



1.65



0.63



0.92



3.09



2.31



2.10



2.57



1.34



2.32



2.00



0.65



0.67



1.54



0.82



1.10



1.18



2.56



1.24



3.59



3.60



RSD(%)



2.28



1.23



0.56



1.36



0.65
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.476



203.392
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.098



52.278



52.555



52.817



52.478



52.129



5280.341



51.127



51.623



50.867



51.845



5281.492



51.885



52.546



5064.152



5158.039



4850.534



5022.769



51.403



54.036



53.444



52.118



52.015



51.748



Conc



53.939



107.531



5002.579



53.448



52.872
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 15:31



Sample Name CCVA



Sample Type CCV



File Name 041_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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3
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0.30
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0.30



Pulse



Pulse



Pulse
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0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.1



93.4



92.4



87.9



95.8



Pulse



88.7



89.3



90.2



88.4



94.7



96.1



0.42



94.1



95.6



99.5



99.3



97.4



0.85



0.50



0.77



0.70



1.09



0.93



6.62



5.66



0.56



0.49



0.28



0.79



38,807.22



251,406.54



383,250.70



4.70



4.70



7.32



1,263,012.17



436,886.16



1,526,791.89



154,036.62



935,307.19



86,366.83



2,864,980.89



4,006,388.79



400,153.30



2,355,429.55



93,395.80



77,295.91



2,871,992.46
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.909E-04



1.595E-03



5.578E-03



1.496E-03



4.933E-05



2.538E-03



6.344E-03



5.378E-04



7.309E-02



1.103E-04



4.855E-04



9.116E-02



2.724E-03



4.473E-03



3.925E-02



6.779E-05



1.405E-03



1.671E-04



2.089E-05



2.468E-04



1.211E-04



Ratio



3.967E-05



1.063E-02



3.990E-03



1.928E-04



1.285E-04



505.57



230.00



575.58



48.89



6,627.23



35.54



144.45



8,262.51



246.67



405.57



3,558.27



135.56



4.45



670.04



83.33



603.37



296.68



270.01



1,186.74



CPS



33.33



8,943.04



8,673.07



566.70



380.02



196.68



4,104.15



223.05



165.09



-261.73



50.66



110.25



-43.42



41.86



348.93



6.87



94.42



28.37



9.71



18.02



5.04



64.21



34.58



9.29



22.32



82.54



5.28



84.38



RSD(%)



20.81



5.18



15.30



103.86



26.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.013



-0.002



1.632



0.033



-0.005



0.033



0.002



0.712



0.006



0.004



3.599



0.543



2.095



0.190



0.010



0.208



0.044



0.008



0.014



0.003



Conc



0.019



1.951



3.358



0.003



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 15:36



Sample Name CCB



Sample Type CCB



File Name 042_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.0



94.5



92.2



90.5



94.1



Det



Pulse



Pulse



Pulse



Pulse



86.1



87.1



91.3



88.1



91.5



92.2



0.50



ISTD Recovery%



86.5



93.5



95.1



96.6



97.6



99.7



98.9



101.1



1.49



1.65



1.47



0.63



0.64



0.85



5.22



2.87



1.11



1.43



0.13



1.19



38,739.37



258,846.20



376,645.11



RSD(%)



2.44



3.37



3.90



2.58



3.88



5.30



1,278,292.59



435,298.91



1,474,867.89



147,745.68



924,613.99



87,409.81



2,925,550.47



4,015,033.58



398,669.15



2,446,050.43



90,656.13



75,380.99



CPS



840,841.84



2,175,480.07



584,798.61



2,946,862.15



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.824E-03



8.088E-04



2.354E-03



9.937E-05



1.755E-05



Ratio



213.34



9.00



7.66



794.48



31.33



CPS



-13.76



14.01



-428.25



52.36



75.60



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.279



0.157



-0.005



0.005



0.006



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.973E-04



1.565E-03



8.270E-03



1.470E-02



2.384E-04



2.041E-03



3.847E-05



1.091E-02



1.461E-02



1.439E-03



7.068E-02



1.525E-04



6.663E-04



1.201E-01



4.542E-03



2.415E-03



3.831E-02



5.727E-05



3.815E-03



3.041E-04



3.072E-05



2.376E-04



1.712E-04



Ratio



2.733E-05



1.239E-02



4.716E-03



2.789E-04



1.106E-04



715.58



1,272.30



20.67



944.49



1,264.51



124.45



6,119.22



34.43



135.56



10,395.06



393.34



208.89



3,317.11



176.67



3.33



1,276.79



130.01



590.04



423.36



376.69



1,650.11



CPS



21.33



9,592.43



9,813.93



813.40



323.35



166.68



11,098.43



96.52



76.08



21.42



3.00



34.05



20.66



1.17



5.42



6.19



67.87



6.01



40.69



17.06



3.26



13.71



35.19



-449.95



7.83



1.56



13.86



35.43



10.71



57.58



RSD(%)



13.65



3.56



6.01



31.84



32.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.023



0.096



2.789



0.077



9.823



0.047



0.418



0.392



0.069



1.308



0.033



0.028



14.250



2.020



1.420



-0.294



0.017



1.692



0.172



0.031



0.026



0.027



Conc



0.032



4.596



11.092



0.019



0.073



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:41



Sample Name mp18106-mb1 4



Sample Type Sample



File Name 043SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.8



92.0



92.3



88.9



94.5



Det



Pulse



Pulse



Pulse



Pulse



82.3



83.9



89.2



84.9



92.0



92.9



0.27



ISTD Recovery%



79.8



89.5



93.3



95.7



97.0



104.6



104.6



102.5



0.40



0.61



1.07



0.37



1.77



0.57



4.19



3.36



0.85



1.26



1.66



1.24



38,774.92



254,135.82



378,006.34



RSD(%)



3.60



2.96



3.92



2.82



3.35



4.78



1,249,586.10



419,378.28



1,484,047.20



148,983.85



922,538.12



85,112.48



2,908,235.42



4,211,561.08



421,364.99



2,479,277.46



86,560.65



72,654.99



CPS



774,980.67



2,080,621.32



573,312.86



2,918,866.00



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



4.734E-03



6.006E-04



1.301E-05



Ratio



5.42



1,985.73



23.33



CPS



7.49



-14146.63



154.61



RSD(%)



ug/l



ug/l



ug/l



Units



0.607



-0.003



0.0082



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.566E-02



2.572E-04



Det



Pulse



Pulse



Pulse



Pulse



1.920E-02



8.593E-03



1.415E-01



1.426E-03



4.533E-03



9.314E-02



1.003E-02



5.563E-03



4.971E-02



5.418E-03



1.821E-04



1.188E-02



6.087E-04



1.764E-04



1.539E-04



1.663E-04



6.179E-04



2.404E-01



Ratio



3.335E-05



1.162E-02



1.074E-02



6.665E-03



1.373E-04



4.521E-05



2.476E-03



1.850E-04



387.79



7,966.85



1,338.98



22.00



15.56



1,015.61



1,642.34



734.47



12,106.53



122.20



1,510.10



20,564.01



858.93



475.57



4,251.81



463.35



7,145.55



770.06



2,533.68



430.02



376.69



406.69



CPS



25.33



8,898.62



22,348.78



19,481.37



400.02



130.01



1.80



31.42



12.83



0.80



3.85



1.80



7.49



6.17



14.31



8.89



1.51



13.38



22.10



16.51



19.40



2.27



13.30



15.60



14.67



19.94



7.25



23.78



4.29



15.77



ug/l



ug/l



RSD(%)



27.13



2.41



1.14



2.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.313



3.259



3.006



0.086



0.291



0.468



0.573



0.581



4.741



0.029



0.023



43.558



4.844



5.657



7.889



50.484



0.982



0.098



0.944



0.017



0.020



0.039



Conc



0.035



4.293



47.402



1.043



0.094



0.013



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/5/2019 7:38



Bkg File



Total Dilution 2.000



Operator Name Metals



Acq Mode Spectrum



Comment Cu?



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/4/2019 15:46



Sample Name jc97564-3



Sample Type Sample



File Name 044SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



92.3



90.8



91.3



91.1



87.6



94.0



101.1



81.3



83.3



88.4



84.1



91.7



0.55



0.65



ISTD Recovery%



78.8



89.5



91.6



95.7



96.2



103.4



103.3



1.15



0.35



1.84



1.78



0.98



1.91



2.38



3.00



3.74



1.27



0.72



0.48



RSD(%)



2.04



3.73



3.04



3.39



2.75



147,877.92



912,546.42



84,409.75



38,285.86



250,412.18



376,277.61



2,444,446.58



85,544.20



72,136.85



1,237,784.57



415,408.53



1,478,251.26



CPS



765,762.70



2,080,517.68



563,413.19



2,921,313.71



2,884,100.26



4,162,632.44



416,424.41



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Ratio Det Time(sec) Rep



0.50



0.30



0.30



Pulse



Pulse



Pulse



1.296E-05



3.310E-03



6.431E-0424.67



5.40



1,374.54



42.04



144.23



240.76



ug/l



ug/l



ug/l0.062



0.008



0.037



2



2



3



Cd



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.932E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.915E+00



7.660E-01



2.028E+00



3.032E-01



1.465E-01



9.199E-02



3.355E-01



4.411E-02



1.441E+00



1.825E+00



1.037E+00



8.329E+01



1.583E-01



7.180E-01



1.567E+01



7.493E+00



2.619E+00



5.109E+00



2.268E-01



1.492E-01



1.147E-01



4.489E-02



5.010E-01



1.778E-01



Ratio



1.745E-01



2.067E-01



6.329E-01



4.634E-01



9.402E-02



177,028.66



26,465.63



12,790.32



38,437.24



80,716.58



125,770.54



159,334.54



90,554.94



7,270,043.60



254,402.61



66,855.80



1,368,153.77



654,046.94



228,630.54



445,903.94



29,286.46



3,849.48



489,003.91



191,330.24



1,241,717.27



440,727.12



392,441.69



1,780,031.97



0.57



CPS



132,222.00



156,574.43



1,337,866.00



1,347,837.40



273,556.12



663,932.26



436,738.03



2.07



2.34



1.56



1.76



1.60



1.67



1.87



4.92



1.86



0.62



0.76



0.94



0.75



1.03



1.36



0.86



1.41



0.89



0.50



1.54



0.79



1.28



1.03



1.18



RSD(%)



2.26



4.88



0.73



0.58



0.81



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.027



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.616



74.852



75.364



68.193



69.273



70.478



4024.729



74.786



73.694



71.985



74.177



4034.456



76.865



77.432



3804.266



3852.716



3523.907



3640.754



70.980



78.682



71.315



70.843



75.188



76.007



Conc



76.140



81.500



3795.525



74.260



75.193



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1
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1
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1
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1



1
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K
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Pb
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:51



Sample Name mp18106-b1



Sample Type Sample



File Name 045SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.6



92.8



92.5



86.9



94.5



Det



Pulse



Pulse



Pulse



Pulse



82.9



84.1



88.1



84.6



92.5



94.2



0.83



ISTD Recovery%



78.0



90.9



92.8



95.3



97.7



105.8



106.2



102.5



0.45



1.39



0.81



0.41



1.58



1.54



3.93



4.63



1.18



1.10



0.35



1.02



38,850.70



248,306.57



377,979.94



RSD(%)



0.94



3.43



3.83



3.80



3.64



4.28



1,233,792.07



417,866.77



1,491,786.75



150,919.06



909,841.42



85,807.79



2,927,064.23



4,262,584.00



427,811.20



2,478,291.00



87,289.38



72,802.51



CPS



757,639.32



2,113,595.91



570,307.10



2,909,194.64



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.058E-017,997.084.09ug/l



Units



312.0753Se
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.7



RSD(%)



0.86



CPS



745,012.38



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.943E-01



2.522E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.905E+00



7.613E-01



2.103E+00



3.142E-01



3.176E+00



9.047E-02



7.026E-01



4.453E-02



1.426E+00



1.852E+00



1.227E+00



3.102E+02



1.592E-01



7.262E-01



2.715E+01



8.912E+00



2.693E+00



8.535E+00



2.264E-01



1.507E-01



1.152E-01



4.851E-02



5.069E-01



1.803E-01



Ratio



1.754E-01



2.326E-01



1.352E+00



6.234E-01



9.563E-02



175,959.60



26,294.19



265,766.34



36,707.42



78,830.81



7,578.82



119,306.72



154,989.64



102,626.21



25,951,918.41



243,070.93



63,695.22



2,271,440.60



745,654.57



225,330.72



714,095.82



58,793.65



3,726.12



480,420.51



202,303.81



1,226,923.58



436,334.34



385,475.01



1,757,868.11



0.37



16.32



CPS



130,704.24



173,301.30



2,749,095.17



1,748,800.65



268,276.76



644,535.73



429,242.05



0.40



0.59



0.42



2.22



0.19



1.89



1.12



1.50



0.57



0.64



0.32



0.15



1.99



1.68



1.08



0.70



0.22



0.59



1.12



0.95



0.98



1.15



1.86



1.91



RSD(%)



1.27



2.57



0.57



2.37



0.98



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.474



382.700



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.359



74.387



78.152



70.687



1502.292



69.310



8443.607



75.497



72.916



73.048



87.701



15028.926



77.318



78.317



6599.987



4582.287



3623.061



6100.993



70.851



79.509



71.601



76.569



76.066



77.075



Conc



76.526



91.736



8127.962



99.914



76.474



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2
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1
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1



1



1



Tune
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:57



Sample Name mp18106-s1



Sample Type Sample



File Name 046SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.8



72.8



72.7



67.9



74.6



Pulse



Pulse



Pulse



79.5



80.9



84.6



82.1



91.3



92.5



18.38



87.4



91.2



92.0



95.0



103.6



105.5



100.1



0.69



0.87



0.85



20.64



14.40



19.20



2.58



3.30



1.14



0.45



0.81



0.72



30,524.31



194,011.77



298,356.56



1.29



2.47



3.44



3.82



3.21



1,184,169.75



405,753.52



1,472,652.27



148,226.45



892,281.49



67,294.94



2,847,863.31



4,170,672.96



425,088.66



2,420,187.20



83,672.88



70,029.29



2,033,208.82



560,767.48



2,805,823.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.7



92.5



93.7



RSD(%)



0.58



3.15



5.05



CPS



822,816.50



2,150,227.26



576,131.45



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.000E-02



2.096E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.409E-01



1.052E-01



1.863E-01



3.840E-02



2.791E-01



7.528E-03



5.924E-02



3.868E-03



1.211E-01



2.078E-01



1.079E-01



2.405E+01



1.300E-02



5.896E-02



2.298E+00



7.370E-01



2.253E-01



7.359E-01



1.865E-02



1.514E-02



9.862E-03



4.156E-03



4.058E-02



1.475E-02



Ratio



1.406E-02



2.573E-02



1.176E-01



4.941E-02



7.625E-03



16,862.72



3,476.04



25,264.88



3,243.33



8,619.56



796.70



10,966.68



18,807.36



9,769.13



2,176,363.25



21,804.83



9,518.95



207,971.90



66,704.54



20,389.33



66,605.68



5,362.20



350.01



40,509.76



17,081.73



98,531.67



35,822.13



31,553.96



143,121.72



2.17



10.52



CPS



11,571.52



21,169.65



252,802.23



145,004.93



22,366.17



54,244.51



44,017.46



1.05



0.90



1.25



2.71



0.78



4.13



1.50



4.64



5.66



2.68



2.34



0.40



1.17



0.58



0.60



1.14



2.29



1.40



2.84



2.44



1.55



1.29



1.57



0.84



RSD(%)



0.69



0.36



0.87



2.66



2.02



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



83.987



386.998



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.031



127.049



84.128



102.034



1649.889



72.075



8730.672



81.768



75.822



100.362



96.075



14540.297



78.417



78.972



6810.631



4733.200



3767.808



6258.037



72.962



96.130



76.435



81.797



76.003



78.325



Conc



76.920



123.445



8637.499



98.684



76.044



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Sn



Se



Mass
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Ni



Cu



Zn
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:02



Sample Name mp18106-s1



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.6



94.1



90.5



88.7



93.4



Pulse



86.0



87.9



90.0



87.2



92.5



93.3



0.72



96.1



97.0



102.0



101.7



100.4



1.18



0.27



0.46



0.69



0.57



0.31



4.55



3.57



0.88



1.72



1.11



0.65



38,017.21



253,560.14



373,617.26



3.13



3.90



4.79



1,260,550.54



430,880.59



1,492,235.77



149,524.91



930,697.12



87,042.39



2,908,846.18



4,108,863.17



409,650.32



2,427,474.08



90,508.17



76,135.07



2,933,663.19



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh
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Tb



2



2



2



2



2



3



1



1



1



1



2



2
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.5



RSD(%)



2.16



CPS



743,534.96



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.945E-01



2.053E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.928E+00



7.684E-01



2.114E+00



3.224E-01



3.125E+00



9.189E-02



7.016E-01



4.497E-02



1.443E+00



1.858E+00



1.240E+00



3.057E+02



1.622E-01



7.376E-01



2.717E+01



8.945E+00



2.653E+00



8.444E+00



2.285E-01



1.520E-01



1.153E-01



4.861E-02



5.104E-01



1.829E-01



Ratio



1.785E-01



2.342E-01



1.363E+00



6.160E-01



9.555E-02



177,567.60



27,081.28



262,462.61



36,998.07



78,302.33



7,724.91



121,209.37



156,007.77



104,155.10



25,677,140.09



245,934.53



64,537.80



2,281,469.98



751,269.19



222,833.94



709,194.52



58,921.74



3,776.12



479,139.41



201,914.42



1,231,920.79



441,492.68



391,660.91



1,780,406.07



0.71



4.79



CPS



132,708.10



174,076.15



2,774,398.71



1,733,998.83



268,984.56



650,949.07



433,128.47



0.53



0.09



0.11



0.53



0.42



2.07



0.19



1.68



0.74



0.56



0.03



0.66



0.48



0.92



0.64



0.65



0.68



0.11



1.22



0.49



1.45



1.24



0.60



1.39



RSD(%)



1.59



3.17



0.72



0.72



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.551



311.404



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.963



75.089



78.573



72.557



1478.093



70.395



8431.192



76.239



73.805



73.255



88.676



14814.270



78.774



79.547



6604.053



4599.318



3569.495



6036.158



71.508



80.172



71.692



76.713



76.598



78.218



Conc



77.874



92.374



8191.922



98.722



76.417



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 16:07



Sample Name mp18106-s2



Sample Type Sample



File Name 048SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.5



89.2



89.6



83.4



91.2



Pulse



Pulse



Pulse



79.8



81.4



85.0



81.5



90.5



91.7



0.14



87.5



90.9



92.3



95.1



103.1



103.5



99.8



0.88



0.49



0.33



0.34



0.69



0.21



3.30



3.93



0.72



0.53



0.81



0.41



37,630.69



238,284.27



364,922.87



2.47



2.84



3.22



4.51



3.23



1,190,180.20



402,632.79



1,459,694.01



146,947.26



889,241.70



82,454.46



2,849,710.40



4,153,199.63



417,088.56



2,413,816.47



83,984.69



70,454.86



2,036,152.57



558,972.78



2,815,013.08



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.2



93.1



94.8



RSD(%)



1.96



2.85



3.51



CPS



827,784.87



2,165,217.57



582,855.72



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.786E-02



2.257E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.601E-01



1.069E-01



1.998E-01



3.578E-02



2.948E-01



8.104E-03



6.451E-02



4.263E-03



1.327E-01



2.069E-01



1.165E-01



2.521E+01



1.381E-02



6.253E-02



2.466E+00



7.914E-01



2.415E-01



7.842E-01



1.978E-02



1.368E-02



1.084E-02



4.296E-03



4.313E-02



1.544E-02



Ratio



1.482E-02



2.583E-02



1.220E-01



5.395E-02



8.170E-03



18,070.82



3,237.09



26,667.86



3,481.23



7,671.21



849.37



12,003.09



18,717.24



10,538.56



2,280,570.05



23,527.36



9,670.15



223,090.05



71,588.15



21,844.86



70,937.68



5,835.73



385.57



44,238.50



17,542.44



104,437.05



37,386.90



33,438.78



151,401.47



0.77



2.39



CPS



12,262.77



21,381.02



264,151.36



156,006.95



23,631.60



57,645.15



39,837.32



0.25



4.79



0.46



1.88



0.89



7.01



2.23



5.41



1.37



3.05



3.91



1.90



1.33



1.97



1.36



0.87



2.69



0.79



1.90



3.75



3.03



0.80



1.97



3.51



RSD(%)



2.50



1.51



0.64



1.53



2.47



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.269



417.764



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



84.240



129.183



90.394



94.610



1742.452



77.585



9523.012



90.142



83.221



99.937



103.741



15245.031



83.356



83.794



7323.564



5082.619



4040.170



6691.378



77.372



86.487



84.039



84.555



80.804



81.978



Conc



81.025



123.970



8970.811



107.786



81.492



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:12



Sample Name mp18106-s2



Sample Type Sample



File Name 049SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.2



94.1



89.6



87.4



91.4



Pulse



86.0



86.8



90.3



86.9



92.5



93.3



0.54



94.7



97.2



101.4



101.9



100.1



1.08



0.82



0.65



1.19



0.42



0.29



3.98



3.63



0.50



1.74



0.70



1.06



37,626.23



249,894.52



365,831.14



2.79



3.83



3.41



1,263,815.75



429,483.62



1,491,924.84



149,502.51



926,690.21



87,025.26



2,913,450.96



4,083,899.11



410,644.97



2,420,107.93



90,463.56



75,116.25



2,891,113.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.4



RSD(%)



2.58



CPS



741,957.74



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.153E-03



9.931E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.434E-03



5.034E-03



9.478E-02



3.093E-02



3.079E+00



1.934E-05



3.837E-01



5.850E-04



1.180E-02



2.392E-02



2.078E-01



2.352E+02



8.083E-04



3.834E-03



1.192E+01



1.411E+00



1.821E-02



3.489E+00



5.503E-05



1.520E-03



2.619E-04



3.314E-03



2.517E-04



9.933E-04



Ratio



2.699E-05



2.808E-02



7.402E-01



1.471E-01



2.925E-04



7,577.73



2,469.14



245,935.96



7.51



833.37



37.33



944.49



1,915.71



16,594.56



18,777,288.70



670.45



402.23



952,858.16



112,682.40



1,453.43



278,716.44



30,646.02



46.67



1,056.75



13,360.69



593.37



2,346.98



1,910.23



9,051.66



-12.81



93.06



CPS



20.00



20,831.32



1,462,177.06



404,153.94



803.39



156.67



4,300.86



19.32



12.31



7.75



11.29



8.96



25.99



9.43



17.61



7.34



7.55



9.25



10.18



4.41



3.61



8.57



9.28



11.73



8.91



32.25



5.21



13.39



3.02



9.61



4.32



RSD(%)



14.95



1.99



0.61



2.24



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.426



0.594



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.211



0.362



3.320



6.470



1456.139



0.013



4604.786



0.974



0.464



0.760



14.828



11397.077



0.351



0.370



2890.549



725.144



22.679



2477.510



0.016



0.476



0.146



5.215



0.028



0.379



Conc



0.032



10.808



4441.766



23.554



0.218



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass
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Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 16:17



Sample Name jc97513-19



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.8



89.2



89.6



83.5



89.9



Pulse



Pulse



Pulse



76.3



78.1



81.0



78.5



85.8



86.6



1.70



84.9



88.1



90.1



94.5



100.0



101.3



97.6



6.23



6.11



6.42



1.25



1.23



0.33



3.75



4.02



8.02



5.34



6.59



6.30



37,660.71



238,780.64



359,552.04



3.49



2.99



3.73



4.04



4.57



1,134,658.78



387,776.82



1,383,553.63



138,842.45



852,415.09



82,503.95



2,831,435.77



4,028,491.29



408,386.32



2,361,024.70



80,267.40



67,641.52



1,975,609.97



541,504.55



2,747,827.15



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.9



92.7



93.7



RSD(%)



2.43



2.67



3.37



CPS



824,739.96



2,155,136.27



575,800.07



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.610E-03



5.436E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.952E-03



4.226E-02



2.317E-02



7.619E-03



2.899E-01



2.403E-06



3.484E-02



3.712E-04



3.932E-03



4.927E-02



2.969E-02



1.899E+01



1.975E-04



9.138E-04



1.102E+00



1.275E-01



3.625E-03



3.394E-01



3.081E-05



1.980E-03



1.347E-04



3.415E-04



1.045E-04



2.078E-04



Ratio



1.637E-05



7.687E-03



6.951E-02



1.322E-02



1.215E-04



2,069.07



681.14



25,882.04



1.03



1,106.73



20.00



351.12



4,403.02



2,650.29



1,695,223.51



263.21



3,772.80



98,376.43



11,380.27



323.34



30,302.96



3,109.28



33.33



540.04



1,366.80



250.01



496.69



470.03



2,180.16



-60.34



-339.07



CPS



13.33



6,337.16



149,797.50



38,215.28



350.02



90.01



5,741.53



12.08



3.72



2.82



13.16



1.52



2175.42



4.25



56.62



41.17



6.13



5.41



0.88



50.80



12.54



1.32



2.57



17.31



2.35



44.42



8.88



16.76



5.50



76.30



26.12



RSD(%)



20.01



4.24



0.38



2.30



22.27



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:22



Sample Name jc97513-19



Sample Type Sample



File Name 051SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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85.8
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90.8



0.30



94.8



96.8



99.5



99.6



98.7



1.21



0.62



0.40



1.33



0.70



0.58



3.99



3.94



1.94



1.18



0.94



1.14



36,847.41



245,799.03



359,089.65



3.05



2.67



3.49



1,247,873.01



424,024.10



1,451,794.04



145,607.22



910,510.69



83,636.01



2,901,874.93



4,005,562.44



401,231.89



2,387,537.31



89,296.19



74,687.17



2,891,265.37
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Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



87.0



94.2



95.6



RSD(%)



1.17



3.54



3.55



CPS



845,041.58



2,190,948.46



587,871.89



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3
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3
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0.30
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Pulse
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Pulse
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9.045E-04



6.229E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.792E-03



1.823E-03



2.586E-02



1.029E-02



6.726E-01



2.287E-06



7.705E-02



1.309E-04



3.406E-03



5.836E-03



4.395E-02



4.157E+01



3.066E-04



1.404E-03



2.356E+00



2.745E-01



4.933E-03



7.201E-01



1.252E-05



6.100E-04



1.305E-04



6.521E-04



1.287E-04



3.754E-04



Ratio



1.581E-05



9.504E-03



1.508E-01



2.955E-02



1.437E-04



2,412.47



960.05



62,739.20



1.00



397.79



24.00



317.79



544.46



4,099.55



3,876,749.29



167.31



170.00



219,697.51



25,602.23



460.02



67,160.22



7,186.39



12.22



520.03



2,603.68



313.35



910.07



743.38



3,396.98



-4.92



439.88



CPS



13.33



8,033.60



330,328.27



85,534.06



416.69



36.67



1,793.52



14.53



69.83



1.91



11.51



0.90



4816.03



1.94



16.30



31.73



19.03



1.06



1.33



23.56



12.76



1.46



1.49



6.77



1.21



86.38



-361.66



15.49
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ug/l



ug/l
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0.191



0.241



3.759



8.945



1590.566
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4563.941



1.020



0.169



0.225



15.549



10061.424



0.537



0.540



2794.701



704.190



24.042



2446.409
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 16:28



Sample Name mp18106-sd1



Sample Type Sample



File Name 052SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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97.9
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99.9
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1.04



1.36



0.66



0.56



0.76



3.72



4.64
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38,527.52



249,066.94



364,297.90



2.84



4.87
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149,073.21



940,374.34
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2,934,180.00
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.8



97.7



98.9



RSD(%)



2.00



2.89



3.49



CPS



872,565.77



2,272,029.55



608,051.99



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.625E-01



2.699E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.067E+00



1.060E+00



2.806E+00



4.624E-01



2.223E-01



1.352E-01



8.740E-01



6.083E-02



2.024E+00



2.574E+00



1.450E+00



2.210E+02



2.175E-01



9.837E-01



4.163E+01



2.023E+01



7.325E+00



1.399E+01



3.299E-01



2.004E-01



1.699E-01



6.573E-02



7.056E-01



2.446E-01



Ratio



2.471E-01



5.482E-01



1.659E+00



6.656E-01



1.313E-01



266,103.95



43,843.25



21,083.84



59,005.32



114,616.28



10,334.64



191,941.57



244,068.62



137,533.33



20,955,680.84



385,615.79



100,542.91



3,947,167.34



1,918,053.05



694,615.86



1,326,868.18



82,874.49



5,767.93



694,654.86



268,789.01



1,671,740.13



579,640.77



515,354.02



2,330,684.96



0.86



2.67



CPS



215,616.76



478,325.66



3,770,021.51



1,967,797.21



388,197.30



969,162.09



588,682.72



1.93



1.75



1.44



0.91



1.34



1.47



1.31



2.20



1.22



1.20



1.26



2.40



1.15



0.78



0.79



0.71



1.15



0.79



0.48



0.71



0.41



0.28



1.66



1.44



RSD(%)



1.61



1.98



0.19
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51.894



204.829
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ug/l
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ug/l



52.750



51.830



52.179



52.138



52.564



51.775



5253.348



51.569



51.785



50.789



51.857



5354.087



52.808



53.052



5063.615



5200.263



4929.189



5010.120



51.619



52.891



52.799



51.871



52.943



52.307



Conc



53.887



108.325



4989.683



53.341



52.513
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 16:33



Sample Name CCVA



Sample Type CCV



File Name 053_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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93.7



0.70



96.9



98.0



101.5



102.1



97.9



1.10



1.14



0.20



0.21



2.47



0.35



4.93



3.42



0.66



1.18



0.40



1.19



38,286.90



244,160.99



367,514.29
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3.81



1,261,953.70



436,609.91



1,509,994.59



150,178.11



906,007.71



86,204.71



2,937,732.85



4,089,166.29



411,549.84



2,368,809.29



94,827.94



77,636.63
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Quantitation Report



3



3



3
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3



3
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3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.309E-04



1.322E-03



5.736E-03



1.652E-03



0.000E+00



2.833E-03



6.346E-03



4.598E-04



7.235E-02



1.053E-04



4.422E-04



8.530E-02



2.430E-03



4.213E-03



3.728E-02



3.699E-05



9.797E-04



1.443E-04



1.150E-05



2.392E-04



1.142E-04



Ratio



2.105E-05



1.088E-02



4.136E-03



2.175E-04



1.153E-04



540.02



266.68



597.80



43.33



6,811.74



31.09



124.45



8,029.04



228.89



396.68



3,510.49



155.56



0.00



580.04



46.67



580.04



276.68



256.68



1,073.39



CPS



18.67



9,616.86



9,340.18



653.38



346.69



110.01



2,917.10



842.89



-1747.90



1311.75



27.02



0.00



107.68



21.03



-432.89



5.18



119.42



162.98



22.54



22.64



8.32



-44.85



45.51



3.07



4.68



790.73



6.56



591.28



RSD(%)



9.80



0.51



15.01



31.36



19.67
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.000



0.001



2.574



-0.009



0.002



0.033



0.000



0.694



0.005



0.002



2.885



0.467



1.920



-0.519



0.005



0.095



0.037



0.000



0.013



0.001



Conc



0.015



1.999



3.799



0.005



0.038
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 16:38



Sample Name CCB



Sample Type CCB



File Name 054_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.0



93.9



91.0



88.7



91.9



Det



Pulse



Pulse



Pulse



Pulse



89.5



88.8



91.7



88.8



91.7



91.4



0.53



ISTD Recovery%



91.0



97.0



98.0



98.3



99.3



99.9



100.5



100.2



1.13



1.02



0.76



1.16



1.86



0.83



3.01



4.19



1.20



0.47



0.83



0.70



38,227.91



253,617.99



367,842.34



RSD(%)



1.82



2.49



4.03



3.06



2.05



3.74



1,284,461.44



438,769.47



1,478,607.65



146,501.60



924,366.60



86,827.41



2,977,408.47



4,022,964.84



405,134.41



2,422,614.13



94,167.86



76,853.38



CPS



884,060.38



2,256,891.06



602,285.07



3,000,756.31



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.098E-03



9.229E-04



2.315E-03



2.025E-04



1.239E-05



Ratio



217.78



19.00



5.44



482.24



35.33



CPS



-5.78



74.58



-541.27



70.53



43.28



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.424



0.244



-0.009



0.030



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



143.5



162.9



151.9



RSD(%)



27.72



29.81



26.54



CPS



1,394,460.59



3,787,551.30



933,782.80



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.997E-03



3.488E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.150E-03



3.091E-02



1.081E-02



4.037E-03



1.957E-02



4.120E-06



1.453E-02



1.458E-04



2.463E-03



3.014E-02



1.150E-01



1.508E+00



1.312E-04



6.200E-04



6.221E-01



7.810E-02



3.170E-03



7.983E-02



6.081E-05



8.100E-04



3.496E-04



1.796E-04



4.179E-04



1.581E-04



Ratio



1.819E-05



6.677E-03



3.601E-02



5.152E-03



1.605E-04



1,402.33



505.57



2,316.37



1.94



2,056.29



34.00



312.23



3,570.82



13,648.73



179,756.07



265.07



3,730.91



74,753.43



9,273.26



432.26



9,760.74



1,745.77



18.89



2,143.65



1,110.09



1,516.83



593.38



463.37



2,260.19



-1201.29



-38.68



CPS



28.00



8,807.47



121,862.36



22,892.07



736.72



273.35



3,784.19



105.90



107.68



129.52



197.60



112.94



401.37



114.57



72.44



-635.43



131.32



111.78



111.81



170.11



145.24



115.95



111.75



63.96



183.59



55.57



175.33



73.02



67.20



59.31



136.29



RSD(%)



19.93



33.47



59.22



60.32



52.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-5.519



-24.127



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.973



180.985



11.931



23.261



576.164



0.092



10012.969



14.328



-0.912



62.866



512.014



4434.655



1.392



1.455



8535.415



2490.212



152.247



1844.693



1.103



6.263



12.541



16.646



3.323



1.339



Conc



1.771



146.038



12475.991



50.014



7.038



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 16:44



Sample Name mp18106-sd1



Sample Type Sample



File Name 055SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:32 AM on:11/5/2019



Raw Data MA47752    page 109 of 181



Inst QC: MA47752



173 of 266



JC97278



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Mix



Pulse



Pulse



138.0



244.3



230.8



211.2



203.3



Mix



136.0



133.3



138.9



134.2



140.0



142.8



3.54



170.2



173.0



183.3



162.6



173.1



24.86



25.89



24.72



3.25



2.81



3.42



29.72



39.88



23.38



22.95



24.65



23.48



96,976.33



603,631.80



813,459.60



37.95



39.57



39.13



1,945,107.63



662,950.66



2,258,397.52



228,966.49



1,386,131.75



225,963.86



5,186,139.58



7,381,930.31



655,102.28



4,186,474.31



143,152.93



115,426.82



5,194,935.44



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



87.1



RSD(%)



1.45



CPS



846,034.92



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-03



7.765E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.046E-03



7.802E-02



2.533E-02



1.337E-02



3.293E-01



1.378E-05



2.665E-01



1.128E-03



2.961E-02



1.068E-01



1.151E+00



1.777E+02



3.401E-04



1.445E-03



1.466E+00



1.352E+00



1.153E-01



4.640E-01



5.710E-05



3.043E-03



4.530E-04



8.339E-04



1.134E-04



3.600E-04



Ratio



1.584E-05



1.963E-02



5.227E-01



8.213E-02



8.405E-04



2,320.23



1,225.63



30,151.03



5.92



1,634.57



29.33



2,712.52



9,784.75



105,367.59



16,271,082.69



828.33



7,146.39



134,229.34



123,836.27



10,558.52



42,487.72



24,410.42



103.34



1,823.53



3,363.89



276.68



880.07



830.06



3,530.34



29.27



177.04



CPS



13.33



16,607.84



1,159,651.39



244,089.89



2,497.01



166.68



8,900.02



2.67



1.30



1.40



5.27



2.89



116.69



0.35



11.97



2.24



7.74



1.81



1.36



9.31



0.91



1.88



2.12



6.09



2.92



13.00



5.39



7.62



4.25



29.89



16.42



RSD(%)



23.35



3.61



0.96



1.94



3.95



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.204



1.323



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.132



37.535



3.660



12.445



778.511



0.044



15967.956



9.478



6.883



20.190



411.319



43039.185



0.619



0.561



1710.544



3475.056



767.116



1526.912



0.082



6.415



1.325



6.496



0.037



0.539



Conc



0.137



37.317



15657.309



65.701



3.283



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 16:49



Sample Name jc97513-24



Sample Type Sample



File Name 056SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.5



92.0



90.1



87.4



91.3



Pulse



Pulse



Pulse



87.0



86.3



89.8



86.6



90.8



90.9



0.14



95.4



95.2



97.4



97.6



100.1



100.6



101.1



1.13



1.58



1.03



1.22



0.91



1.30



4.59



3.34



1.65



1.12



0.34



0.53



37,862.40



249,753.30



365,479.60



2.89



3.87



2.51



3.33



3.70



1,257,133.46



427,896.77



1,464,836.64



145,754.70



909,440.69



85,079.02



2,925,901.41



4,031,337.75



405,188.68



2,444,227.20



91,596.61



74,727.14



2,218,998.46



585,488.12



2,971,211.83



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



85.3



RSD(%)



1.86



CPS



828,985.27



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.902E-03



7.278E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.249E-02



7.153E-02



2.604E-02



1.832E-02



2.726E-01



1.411E-05



4.975E-01



7.714E-04



2.496E-02



1.035E-01



2.159E+00



1.678E+02



1.710E-04



7.590E-04



2.913E+00



2.634E+00



3.714E-02



8.585E-01



2.357E-05



1.431E-03



4.699E-04



9.182E-04



1.269E-04



1.968E-04



Ratio



1.272E-05



3.254E-02



9.861E-01



1.581E-01



8.502E-04



2,324.68



1,635.67



24,343.88



5.91



796.70



26.67



2,227.99



9,240.23



192,781.36



14,981,841.07



1,115.16



6,386.00



260,140.75



235,186.06



3,314.88



76,655.45



44,427.38



68.89



1,916.89



3,737.34



306.68



473.36



413.36



1,830.14



-4.75



218.19



CPS



10.67



26,975.12



2,128,595.13



459,120.37



2,467.00



70.00



4,177.48



4.82



4.22



4.43



3.95



1.57



114.11



1.16



23.21



9.51



9.65



2.57



3.04



69.44



29.27



1.84



2.41



6.70



2.73



94.73



11.37



7.09



3.86



46.54



14.38



RSD(%)



20.07



1.12



0.75



2.19



3.72



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.316



0.476



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.789



17.179



1.896



9.025



322.288



0.023



14937.027



3.226



2.846



9.770



386.042



20325.936



0.104



0.096



1737.158



3385.421



120.409



1471.764



0.015



1.073



0.689



3.581



0.024



0.095



Conc



0.065



31.428



14807.967



63.301



1.661



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 16:54



Sample Name jc97513-24f



Sample Type Sample



File Name 057SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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0.30
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0.10
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87.2



84.3



89.8



Pulse
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84.9



84.2



87.9



84.8



90.3



91.4



0.58



92.8



94.3



95.1



97.2



101.1



102.1



99.5



0.96



0.28



0.51



0.52



0.38



0.50



4.66



2.49



1.47



1.47



0.39



0.46



36,624.52



240,900.37



359,146.24



2.90



3.59



2.72



3.76
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1,230,865.37



418,809.44



1,455,739.07



146,507.63



904,329.24



83,276.04



2,914,749.27



4,070,389.94



411,609.15
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3
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Time(sec)
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0.10



Det
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ISTD Recovery%



90.4



95.6



96.0



RSD(%)



1.90



2.82



3.12



CPS



878,358.26



2,224,270.85



590,068.30



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3
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0.10



0.10
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.707E-03



7.375E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.737E-03



7.590E-02



2.032E-02



7.797E-03



5.019E-02



4.488E-06



3.834E-02



4.007E-04



4.191E-03



8.395E-02



2.841E-01



3.794E+00



2.253E-04



1.059E-03



1.504E+00



1.928E-01



5.192E-03



1.832E-01



1.087E-04



1.404E-03



9.564E-04



3.843E-04



8.359E-04



2.449E-04



Ratio



1.507E-05



6.304E-03



7.608E-02



1.077E-02



3.238E-04



1,907.94



732.25



4,712.16



1.93



743.36



28.00



393.34



7,877.95



26,674.73



356,201.27



444.61



7,127.48



141,218.80



18,104.04



487.84



17,204.22



3,599.40



37.78



3,753.82



1,520.17



2,000.24



583.37



540.03



2,533.55



-11.35



173.92



CPS



13.33



5,539.00



169,256.24



31,684.63



950.08



316.68



4,104.15
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1.17



7.22



18.30



1.78



387.95



6.23



68.80



19.68



12.04
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22.56



11.31



0.87



4.56
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1268.042



11358.284



4.249



4.419



21964.590



6176.933



322.380
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2.040



25.929
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7.243
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 17:00



Sample Name mp18106-sd1



Sample Type Sample



File Name 058SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



78.5



RSD(%)



2.47



CPS



762,950.31



MassElement



Li



ISTD Table



Tune



1
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0.30
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0.30
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0.30



0.30
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Time(sec)
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Pulse
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Pulse



Pulse



2.193E-03



7.070E-04



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



9.761E-02



2.023E-01



1.001E-01



5.626E-02



1.533E-03



7.246E-05



1.737E+00



4.665E-03



7.594E-02



1.832E-01



1.176E+00



3.533E+01



9.232E-04



4.189E-03



1.370E+02



2.365E+01



3.677E-01



3.596E+00



4.766E-05



1.604E-03



2.927E-04



5.198E-02



5.792E-04



9.766E-04



Ratio



1.184E-04



6.899E-02



3.434E+00



1.218E+00



2.318E-03



8,229.21



4,623.05



126.00



28.20



858.93



25.33



6,241.50



15,058.35



96,625.75



2,903,373.63



8,021.26



16,624.59



11,261,527.33



1,943,807.84



30,213.16



295,508.94



142,738.60



383.34



1,163.44



206,426.46



1,320.12



2,230.33



2,107.49



9,563.21



-11.68



282.16



CPS



90.67



52,622.50



6,930,609.06



3,250,854.12



6,188.36



130.01



4,387.57



3.33



1.97



3.19



1.62



12.78



65.30



1.71



7.16



2.44



1.96



1.44



2.44



16.87



4.31



1.79



1.49



7.61



2.81



51.85



5.71



5.03



0.80



5.38



4.20



RSD(%)



23.02



3.46



9.77



1.32
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ug/l
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ug/l
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2.524



19.672



3.519



12.210



0.689



0.054



20895.303



7.894



3.750



7.059



84.070



1710.078



0.407



0.408



33375.193



12162.523



493.059



2554.485



0.014



0.520



0.165



82.043



0.077



0.372
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26.997



20670.199



195.320
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:05



Sample Name jc97564-1



Sample Type Sample



File Name 059SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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79.3
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79.3
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88.2
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98.6



101.4



94.4
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0.44



1.17
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226,759.29



355,905.58
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3.19



2.64
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3.33



1,135,320.61
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1,420,307.72
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2,734,271.72
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2,282,289.81
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



80.1



89.5



90.1



RSD(%)



1.62



2.64



3.39



CPS



778,589.85



2,080,461.48



553,627.28



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50
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3



3



3



3



3



3



3
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0.30



1.00
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0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.505E-03



9.152E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.517E-02



1.494E-01



4.668E-02



2.802E-02



8.538E-04



3.570E-05



7.014E-01



1.576E-03



3.308E-02



1.530E-01



4.809E-01



1.475E+01



4.084E-04



2.199E-03



5.085E+01



9.687E+00



1.284E-01



1.472E+00



3.268E-05



1.140E-03



2.221E-04



2.137E-02



2.983E-04



5.070E-04



Ratio



6.677E-05



3.043E-02



1.349E+00



4.901E-01



1.096E-03



4,048.43



2,430.25



74.00



14.70



618.91



33.33



2,869.23



13,271.06



41,709.59



1,279,699.53



3,918.27



12,953.99



4,410,707.18



840,138.34



11,139.19



127,685.75



60,829.89



136.67



886.73



85,167.03



693.38



1,173.44



950.07



5,063.66



-4.48



57.50



CPS



52.00



23,686.98



2,806,076.31



1,361,363.76



3,043.81



93.34



3,210.52



4.15



1.18



2.00



4.58



17.77



36.51



1.74



9.07



4.43



5.83



1.79



2.04



7.73



35.18



0.55



0.72



3.85



2.52



85.63



7.14



11.14



0.84



10.78



15.31



RSD(%)



11.81
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ug/l



ug/l



ug/l



ug/l



ug/l



-1.714



1.189



Units



ug/l
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ug/l



ug/l



ug/l



2.909



36.225



3.818



14.526



0.919



0.064



21072.097



6.637



3.886



14.661



85.914



1782.346



0.392



0.484



30939.678



12451.466



427.663



2573.664



0.022



0.687



0.303



84.289



0.088



0.427



Conc



0.124



29.341



20271.756
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 17:11



Sample Name jc97564-1



Sample Type Sample



File Name 060SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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0.30
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88.4
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83.3



89.2



91.9



0.47



91.0



93.9



99.0



101.5



96.0



0.73



0.83



0.24



0.30



0.47



0.60



4.88



4.39



0.62



1.05



0.88



1.09



36,439.75



237,437.55



362,057.63



3.56



3.07



3.78



1,190,923.39



411,354.34



1,438,668.76



147,259.03



888,363.12



83,045.83



2,814,981.08



3,985,812.65



409,206.98



2,322,386.32



86,733.46



71,465.72



2,777,935.69
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3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



78.2



87.1



88.9



RSD(%)



3.15



3.13



3.43



CPS



759,847.22



2,025,389.92



546,511.55



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50
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3



3



3



3



3



3



3



0.30



0.30
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0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30
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0.10
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0.10
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0.10



Time(sec)



0.25



0.15
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.900E-03



7.761E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.261E-02



1.247E-02



5.291E-02



3.591E-02



1.047E-03



1.461E-05



1.334E+00



6.699E-03



6.657E-02



8.595E-01



1.918E-01



9.542E+00



7.835E-04



3.614E-03



1.512E+01



1.428E+01



3.549E-01



1.462E+00



4.079E-05



1.465E-03



2.632E-04



9.289E-03



2.566E-04



9.341E-04



Ratio



7.369E-05



4.575E-02



2.644E+00



6.112E-01



1.142E-03



4,416.32



2,998.15



87.33



5.77



751.14



28.67



5,555.64



71,737.95



16,008.32



796,449.10



1,886.90



1,041.17



1,262,135.47



1,192,191.48



29,617.33



122,019.47



111,310.69



558.96



1,063.42



37,678.54



603.37



2,203.76



1,837.18



8,502.45



-7.59



140.28



CPS



56.00



34,767.73



5,355,632.32



1,685,536.07



3,143.84



113.34



4,067.44



2.05



4.94



4.52



5.46



7.99



0.62



2.02



20.40



3.59



1.64



1.63



2.22



18.89



6.27



1.34



2.16



4.11



3.54



12.97



9.76



19.01



0.83



6.92



11.21
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0.29
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0.459



0.010



16039.458



11.343



3.270



33.796



13.686



460.333



0.339



0.346



3669.465



7344.404



475.881



1021.952



0.011



0.447



0.147
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0.353
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0.053
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15911.742



97.967



0.897



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:16



Sample Name jc97564-2



Sample Type Sample



File Name 061SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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93.5
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91.1



5.15
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92.6
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0.54



0.67



4.10



4.37
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4.49



4.72
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1.81
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0.33
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240,941.80



374,201.15
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1,163,120.20
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1,436,757.62
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84,947.76



2,774,785.19



4,057,279.11



411,215.27



2,354,820.17
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2,756,980.17
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0.30
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0.30
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Time(sec)
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0.10
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Pulse
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5.132E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.832E-02



4.890E-02



9.662E-02



9.993E-02



1.433E-03



1.273E-04



2.165E-01



4.921E-03



1.280E-01



2.654E-01



6.747E-01



3.307E+01



1.035E-03



4.404E-03



3.310E+01



3.309E+00



3.345E-01



1.065E+00



1.457E-04



4.118E-03



4.494E-04



9.163E-03



5.614E-04



1.057E-03



Ratio



1.707E-04



2.046E-02



4.254E-01



1.262E-01



2.785E-03



7,941.27



8,214.77



117.67



51.18



2,059.08



10,523.05



21,815.11



55,450.72



2,718,167.88



6,436.46



4,019.52



2,720,043.85



271,961.01



27,488.66



87,520.71



17,799.29



404.49



1,790.20



36,425.03



1,310.13



2,470.37



2,410.56



10,279.27



8.07



CPS



128.00



15,350.90



840,108.24



339,352.93



7,482.38



396.69



11,225.21



1.76



1.47



1.75



3.08



13.78



34.74



1.13



17.21



0.98



0.95



0.59



1.36



14.79



4.57



1.32



1.98



4.81



1.31



7.32
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9.01
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4.72
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2.024
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0.642
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2592.208



8.328



6.420



10.309



48.227



1600.745



0.461



0.432



8049.503



1701.350



448.421



736.948



0.044



1.852



0.263



14.449
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0.406
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:22



Sample Name jc97617-1



Sample Type Sample



File Name 062SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep
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3
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81.3



88.6



Det



Pulse



Pulse



Pulse



Pulse



78.1



80.9



83.9



81.2



88.5



89.8



0.36



ISTD Recovery%



77.2



84.9



87.3



88.1



90.9



98.7



99.8



96.6



1.16



0.99



0.46



0.88



1.51



0.75



5.56



3.39



1.21



1.19



0.70



0.83



36,449.75



232,278.51



354,462.77



RSD(%)



1.76



2.52



3.49



3.18



3.76



4.33



1,174,487.94



401,231.24



1,427,807.97



143,899.42



877,137.76



80,641.81



2,724,889.37



3,974,443.17



402,199.84



2,335,707.73



82,188.47



70,015.79



CPS



750,381.62



1,974,756.32



536,967.20



2,689,580.84
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3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.333E-03



4.828E-03



1.183E-01



1.841E-02



2.937E-04



5.558E-03



6.870E-05



1.101E-02



1.918E-02



5.169E-03



1.229E-01



1.575E-04



6.323E-04



2.018E-01



8.019E-03



5.364E-03



5.076E-02



2.547E-05



1.328E-03



1.413E-04



5.828E-04



9.940E-05



1.357E-04



Ratio



3.690E-05



7.417E-03



1.113E-02



5.776E-03



1.511E-04



9,557.90



1,486.77



23.67



888.93



1,549.00



417.79



9,924.79



107.75



390.01



16,296.21



647.80



433.35



4,099.55



448.90



5.56



560.04



2,310.30



236.68



323.35



373.35



1,503.43



CPS



28.00



5,627.96



22,211.95



15,956.71



420.03



70.00



3,663.97



18.81



6.32



0.60



2.53



38.50



0.97



204.74



7.57



3.32



9.36



1.16



29.37



5.33



3.67



4.22



11.50



7.48



62.41



10.60



2.75



7.52



26.86



109.49



RSD(%)



6.23
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2.88



1.87



27.41
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ug/l



ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.026



0.342



4.198



3.630



0.103



52.169



0.099



0.423



0.572



0.336



3.839



0.035



0.025



34.158



3.808



5.389



8.640



0.007



0.374



0.071



0.903



0.005



0.012



Conc



0.036



2.629



49.723



0.900



0.105
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:27



Sample Name jc97617-2



Sample Type Sample



File Name 063SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30
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Pulse



Pulse



Pulse



Pulse



Pulse



86.6



87.2



86.7



82.2



88.3



Det



Pulse



Pulse



Pulse



Pulse



76.7



79.6



83.2



79.5



86.9



88.0



0.64



ISTD Recovery%



78.1



85.8



88.4



90.6



92.0



98.4



99.3



98.3



0.17



1.26



1.28



0.52



1.57



0.36



4.87



3.97



1.30



1.25



1.00



0.87



36,446.39



235,026.67



353,356.41



RSD(%)



1.18



2.74



3.53



3.98



3.34



3.57



1,165,267.46



392,811.18



1,401,873.18



141,042.30



870,192.76



80,638.39



2,757,157.76



3,964,372.02



400,053.39



2,378,172.88



80,762.88



68,885.64



CPS



758,839.00



1,996,246.53



543,310.82



2,764,049.96



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.830E-03



4.928E-04



1.667E-05



Ratio



6.55



718.92



18.00



CPS



-6.43



-92.93



101.75



RSD(%)



ug/l



ug/l



ug/l



Units



-0.555



-0.167



0.0112



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.026E-04



1.991E-03



1.003E-02



2.689E-02



2.517E-04



7.690E-03



1.214E-04



9.520E-03



1.438E-02



1.963E-03



1.329E-01



2.051E-04



9.141E-04



1.502E-01



1.388E-02



4.155E-03



4.867E-02



2.161E-05



9.550E-04



1.240E-04



5.488E-05



1.344E-04



2.413E-04



Ratio



6.983E-06



4.506E-03



1.662E-02



7.685E-04



6.981E-05



823.37



2,206.88



20.67



781.15



1,180.07



161.12



10,902.19



16.64



163.33



12,327.72



1,138.95



341.12



3,993.96



631.13



10.00



496.70



220.01



320.02



573.37



486.70



2,173.50



CPS



5.33



3,444.97



33,822.09



2,120.26



193.34



60.00



2,660.37



-34.79



47.15



10.22



5.07



21.84



3.35



131.40



11.68



6.15



12.61



4.10



30.34



12.67



2.11



8.39



24.85



23.44



38.65



19.17



18.83



37.71



4.40



25.82



RSD(%)



11.25



6.56



0.85



7.20



25.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.003



0.065



0.162



5.553



0.083



77.834



0.188



0.347



0.383



0.107



4.321



0.058



0.055



21.588



6.822



3.761



7.144



0.005



0.177



0.060



0.069



0.011



0.057



Conc



0.023



1.477



82.779



0.097



0.040



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:32



Sample Name mp18041-mb1 4



Sample Type Sample



File Name 064SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



85.9



88.7



87.3



83.3



88.0



Det



Pulse



Pulse



Pulse



Pulse



78.0



79.3



83.7



79.4



87.4



88.3



0.33



ISTD Recovery%



78.7



87.5



88.8



90.5



93.1



99.4



99.5



98.4



1.29



1.66



0.58



0.84



1.35



0.55



3.97



2.44



0.43



0.59



0.07



1.32



36,686.96



238,038.53



352,152.36



RSD(%)



1.72



2.74



3.35



3.28



3.97



3.80



1,171,870.79



392,295.83



1,409,937.44



141,609.60



863,085.78



82,059.09



2,790,396.36



4,002,223.90



400,779.33



2,380,350.64



82,068.72



68,644.57



CPS



764,240.66



2,035,450.18



545,821.06



2,760,783.60



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.215E-03



6.008E-04



8.468E-06



Ratio



3.29



476.68



22.00



CPS



-3.70



-8469.79



137.78



RSD(%)



ug/l



ug/l



ug/l



Units



-0.802



-0.003



0.0052



2



3



Sn



Se



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



91.0



97.6



97.9



RSD(%)



1.08



2.85



3.52



CPS



884,006.34



2,270,974.34



601,817.66



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.562E-01



2.681E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.986E+00



1.030E+00



2.743E+00



4.553E-01



2.150E-01



1.325E-01



8.646E-01



6.011E-02



1.978E+00



2.500E+00



1.416E+00



2.163E+02



2.098E-01



9.562E-01



4.079E+01



1.984E+01



7.178E+00



1.375E+01



3.206E-01



1.974E-01



1.676E-01



6.494E-02



6.888E-01



2.376E-01



Ratio



2.429E-01



5.330E-01



1.637E+00



6.577E-01



1.299E-01



259,850.33



43,127.57



20,369.43



56,903.45



110,033.30



9,915.67



187,413.82



236,827.58



134,127.53



20,495,885.30



377,586.70



97,599.20



3,863,703.04



1,879,508.26



679,911.64



1,302,663.18



81,903.30



5,694.58



681,013.21



263,900.74



1,632,982.37



563,447.09



497,368.27



2,266,743.36



0.73



5.12



CPS



214,721.79



471,224.62



3,717,735.36



1,908,984.92



377,063.13



939,228.94



578,450.35



1.35



1.52



1.18



1.20



0.32



0.90



0.61



0.73



0.46



0.52



0.44



0.99



0.65



0.26



1.40



0.63



1.27



1.09



0.54



1.17



0.10



0.60



1.24



1.07



RSD(%)



1.72



0.91



0.64



0.56



0.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.631



203.443



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.702



50.362



51.001



51.335



50.830



50.755



5196.690



50.958



50.610



49.325



50.619



5240.815



50.937



51.566



4961.627



5100.720



4829.740



4923.610



50.161



52.101



52.082



51.249



51.686



50.811



Conc



52.969



105.314



4922.824



52.710



51.958



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 17:37



Sample Name CCVA



Sample Type CCV



File Name 065_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.0



92.3



88.0



83.2



90.2



Pulse



90.0



88.8



88.9



86.9



92.3



92.9



0.40



95.1



97.8



100.9



101.9



98.0



1.03



0.59



0.59



0.88



1.65



0.75



4.21



3.36



1.43



0.78



0.05



0.52



36,991.05



237,877.68



360,988.70



3.31



3.36



4.39



1,244,633.32



429,459.42



1,488,191.36



148,938.30



894,630.52



85,371.95



2,930,062.09



4,064,236.40



410,705.59



2,370,498.87



94,738.83



76,844.45



2,901,998.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.466E-04



1.785E-03



6.028E-03



1.785E-03



0.000E+00



3.184E-03



6.902E-03



7.762E-04



8.428E-02



1.363E-04



5.844E-04



9.422E-02



2.953E-03



4.260E-03



3.970E-02



5.452E-05



9.925E-04



1.467E-04



2.694E-05



3.484E-04



1.523E-04



Ratio



8.398E-05



1.030E-02



4.133E-03



2.999E-04



1.598E-04



544.46



287.78



623.35



70.00



7,611.07



85.53



161.11



8,507.10



266.67



384.46



3,584.95



161.11



0.00



576.70



106.67



816.72



356.69



320.02



1,373.42



CPS



73.33



8,987.51



9,123.30



866.74



463.36



153.34



2,810.41



40.37



39.41



95.98



30.63



0.00



124.40



17.53



51.05



2.29



5.00



18.16



5.97



11.34



16.81



108.74



36.33



17.44



10.94



49.21



19.45



41.56



RSD(%)



10.93



4.13



5.98



33.18



6.31



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.008



0.022



0.006



3.371



-0.009



0.011



0.044



0.011



0.984



0.012



0.010



3.972



0.602



1.952



0.349



0.008



0.098



0.037



0.013



0.021



0.009



Conc



0.029



1.885



3.790



0.011



0.056



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 17:42



Sample Name CCB



Sample Type CCB



File Name 066_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.4



91.2



87.1



84.8



87.7



Det



Pulse



Pulse



Pulse



Pulse



85.8



84.8



87.7



84.7



87.7



88.2



0.63



ISTD Recovery%



89.8



94.9



94.3



95.0



94.6



97.6



97.4



97.1



0.78



1.06



0.66



0.55



1.02



0.74



4.77



3.44



0.92



0.30



1.02



0.77



36,605.61



242,324.75



350,946.19



RSD(%)



1.67



2.82



3.62



2.81



3.99



4.08



1,227,682.10



418,316.98



1,414,535.88



141,351.49



877,792.10



84,342.27



2,836,603.60



3,929,019.31



392,643.73



2,347,841.68



90,298.09



73,400.32



CPS



872,904.86



2,206,852.93



579,563.18



2,897,939.64



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.434E-03



6.383E-04



7.731E-03



1.731E-04



5.280E-05



Ratio



697.80



15.67



22.07



600.02



23.33



CPS



-7.96



483.88



15.32



81.00



24.40



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.357



0.027



0.605



0.023



0.019



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.917E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.919E+00



7.668E-01



2.015E+00



3.116E-01



1.445E-01



9.227E-02



3.383E-01



4.518E-02



1.443E+00



1.850E+00



1.038E+00



8.455E+01



1.573E-01



7.186E-01



1.589E+01



7.633E+00



2.659E+00



5.152E+00



2.290E-01



1.487E-01



1.163E-01



4.521E-02



5.013E-01



1.771E-01



Ratio



1.731E-01



2.016E-01



6.377E-01



4.748E-01



9.544E-02



171,411.88



26,516.77



12,297.53



36,826.34



76,516.59



122,748.87



157,366.80



88,283.71



7,193,881.94



248,347.65



65,244.50



1,351,858.39



649,428.76



226,206.00



438,403.79



28,782.07



3,843.91



467,421.88



181,795.31



1,174,588.34



415,033.67



368,542.43



1,683,984.83



0.88



CPS



135,778.85



158,078.04



1,312,648.55



1,312,287.66



263,781.34



636,826.93



413,479.21



1.60



2.24



2.35



0.87



3.02



1.10



2.23



3.47



2.94



2.28



2.45



1.85



0.05



0.34



1.19



1.95



2.11



1.13



0.83



0.82



1.45



0.74



2.16



1.18



RSD(%)



3.53



3.61



2.14



0.72



0.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.452



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.715



74.931



74.860



70.104



68.330



70.686



4057.435



76.602



73.783



72.940



74.188



4095.251



76.352



77.495



3856.057



3924.488



3576.815



3672.050



71.683



78.435



72.292



71.359



75.225



75.720



Conc



75.518



79.454



3824.470



76.093



76.327



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:47



Sample Name mp18041-b1



Sample Type Sample



File Name 067SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



85.0



87.8



86.6



81.5



88.2



Det



Pulse



Pulse



Pulse



Pulse



80.9



80.7



83.9



80.8



87.8



88.6



0.40



ISTD Recovery%



80.7



88.5



90.8



90.6



92.8



99.8



100.6



96.9



0.96



0.26



1.65



0.71



1.59



0.49



4.87



5.43



1.02



0.88



1.18



0.89



36,392.91



233,078.90



352,871.79



RSD(%)



1.88



3.90



3.57



3.73



3.30



4.98



1,175,466.52



399,109.72



1,415,788.11



141,955.72



854,269.48



81,192.86



2,780,456.62



4,020,868.69



405,499.90



2,343,446.42



85,096.04



69,832.72



CPS



784,434.09



2,059,378.57



558,299.02



2,764,105.90



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.184E-017,945.034.64ug/l



Units



331.2933Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



78.1



83.8



86.0



RSD(%)



1.87



1.46



2.86



CPS



759,124.48



1,948,250.70



528,752.18



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.904E-01



2.136E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.587E+00



1.177E+00



2.464E+00



4.554E-01



1.443E-01



9.164E-02



8.070E-01



4.163E-02



1.427E+00



3.648E+01



2.135E+00



8.011E+01



1.585E-01



7.269E-01



4.411E+01



1.247E+01



2.691E+00



7.400E+00



2.250E-01



1.482E-01



1.144E-01



7.074E-02



5.068E-01



1.804E-01



Ratio



1.720E-01



2.580E-01



1.505E+00



9.243E-01



9.581E-02



198,590.34



36,705.63



11,625.94



35,582.08



73,932.06



7,419.40



114,986.42



2,939,657.11



172,068.57



6,457,031.00



369,683.14



94,882.67



3,554,614.72



1,004,818.37



216,894.10



596,435.76



65,041.08



3,354.89



448,098.78



277,028.59



1,141,697.17



406,247.94



357,183.58



1,637,822.54



1.54



8.82



CPS



130,546.60



195,903.20



2,932,312.45



2,410,729.55



249,967.53



606,643.58



399,815.44



1.61



1.02



1.04



0.93



0.32



0.95



0.56



5.15



0.73



1.19



0.98



8.05



0.81



0.34



1.13



1.10



0.42



0.43



1.39



0.67



0.77



1.14



0.73



1.09



RSD(%)



0.57



0.58



0.23



0.78



0.92



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



74.931



324.021



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



119.000



115.111



91.608



102.708



68.193



70.210



9700.629



70.585



72.963



1441.944



152.687



3880.429



76.977



78.395



10731.707



6410.764



3620.629



5286.540



70.423



78.184



71.126



111.652



76.055



77.122



Conc



75.024



101.811



9049.902



148.162



76.622



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:52



Sample Name mp18041-s1



Sample Type Sample



File Name 068SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



85.4



84.5



82.8



77.0



85.0



Pulse



76.6



77.8



80.9



78.6



86.9



88.3



0.42



85.5



90.0



97.2



99.3



93.1



0.63



0.55



1.23



1.71



2.11



0.19



3.90



4.11



0.37



0.41



0.50



1.10



34,775.35



220,143.89



340,151.56



4.23



3.44



2.93



1,133,178.67



388,289.44



1,402,162.06



141,571.95



858,307.00



78,138.68



2,696,691.98



3,915,678.48



400,058.56



2,252,829.65



80,594.73



67,387.17



2,608,506.73



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.9



87.9



88.0



RSD(%)



2.55



3.19



3.17



CPS



824,793.92



2,044,585.13



541,244.07



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.910E-02



2.655E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.569E-01



1.192E-01



2.625E-01



5.577E-02



1.576E-02



9.411E-03



8.499E-02



4.364E-03



1.451E-01



3.687E+00



2.149E-01



8.063E+00



1.540E-02



7.120E-02



4.548E+00



1.262E+00



2.767E-01



7.809E-01



2.198E-02



1.465E-02



1.204E-02



7.195E-03



4.893E-02



1.743E-02



Ratio



1.686E-02



3.167E-02



1.614E-01



8.957E-02



9.151E-03



22,324.91



4,741.99



1,340.74



3,760.45



7,630.06



910.71



12,338.94



313,539.49



18,275.54



685,796.64



38,854.95



10,140.48



386,772.73



107,348.64



23,529.81



66,420.25



7,228.64



371.12



45,950.59



27,466.42



111,604.39



39,727.16



35,120.01



162,342.00



3.05



11.87



CPS



13,905.61



26,117.89



330,024.13



244,800.19



25,013.99



60,310.47



40,185.26



1.70



1.92



3.02



5.94



2.40



3.23



0.88



7.96



1.22



1.10



2.15



1.00



3.12



1.67



1.05



1.96



0.77



0.54



1.95



0.30



0.45



1.44



2.91



0.68



RSD(%)



1.91



0.99



0.42



1.32



0.57



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.451



493.462



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



148.061



144.265



119.630



151.260



92.746



90.102



12605.045



92.287



91.161



1819.629



191.693



4858.289



92.966



95.482



13663.032



8108.887



4631.992



6662.151



85.963



92.869



93.369



141.767



91.671



92.607



Conc



92.182



152.813



11938.373



179.175



91.300



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 17:56



Sample Name mp18041-s1



Sample Type Sample



File Name 069SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:36 AM on:11/5/2019



Raw Data MA47752    page 137 of 181



Inst QC: MA47752



201 of 266



JC97278



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse
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85.3
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83.3
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85.2



86.3



0.58



89.6



91.5



94.8



94.8



94.2



0.30



1.71



0.29



0.55



1.43



0.24



4.25



3.59



1.05



1.46



1.06



0.66



34,330.89



228,960.08



337,183.32



3.15



2.68



3.65



1,166,315.27



399,559.34



1,374,541.33



138,326.81



856,696.51



78,925.32



2,743,256.51



3,815,994.01



382,093.65
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Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



77.1



83.8



86.3



RSD(%)



1.07



2.13



3.87



CPS



748,731.05



1,948,286.06



530,450.71



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.926E-01



2.204E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.630E+00



1.194E+00



2.465E+00



4.536E-01



1.451E-01



9.147E-02



8.123E-01



4.252E-02



1.454E+00



3.639E+01



2.150E+00



7.964E+01



1.599E-01



7.296E-01



4.410E+01



1.254E+01



2.740E+00



7.456E+00



2.237E-01



1.487E-01



1.163E-01



7.072E-02



5.077E-01



1.801E-01



Ratio



1.745E-01



2.609E-01



1.515E+00



9.062E-01



9.707E-02



198,922.13



36,609.91



11,707.34



35,498.79



74,751.20



7,725.58



117,346.76



2,937,107.18



173,471.85



6,426,641.55



373,681.10



96,380.01



3,558,972.36



1,011,720.55



221,156.04



601,660.13



65,554.56



3,431.58



449,854.59



273,580.60



1,158,525.17



411,104.87



364,819.95



1,665,134.42



0.84



2.68



CPS



130,655.09



195,348.24



2,951,336.31



2,378,096.47



254,771.78



603,911.65



401,565.36



0.75



1.47



0.48



0.84



1.17



2.72



0.84



0.87



1.38



0.95



1.08



7.45



1.60



1.21



1.53



0.79



0.73



0.90



1.54



1.85



1.06



1.36



0.23



1.31



RSD(%)



2.31



1.64



0.40



1.05



0.43
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ug/l
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ug/l
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75.798



334.319
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



120.124



116.778



91.637



102.300



68.582



70.080



9764.277



72.096



74.365



1438.699



153.728



3857.509



77.621



78.678



10730.939



6446.188



3686.943



5326.088



69.998



78.440



72.277



111.623



76.188



77.019



Conc



76.110



102.936



9108.199



145.246



77.630
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1
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 18:01



Sample Name mp18041-s2



Sample Type Sample



File Name 070SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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84.0



83.4



77.2



86.4
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76.7



77.8



80.9



78.6



86.9



88.5



0.52



86.0



90.1



96.1



98.5



94.3



0.76



0.90



0.36



2.10



1.40



0.28



4.10



4.41



0.82



0.07



0.93



1.12



35,047.16



220,703.56



345,841.48



3.65



4.64



4.58



1,132,758.05



388,149.76



1,401,029.04



141,940.76



848,208.32



77,653.66



2,701,398.93



3,869,999.73



397,066.54



2,281,992.05



80,703.44



67,360.48



2,624,498.61
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Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.2



87.3



88.1



RSD(%)



2.36



2.97



3.16



CPS



818,360.36



2,029,969.82



541,630.55



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.810E-02



2.562E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.451E-01



1.152E-01



2.452E-01



5.148E-02



1.537E-02



9.296E-03



7.976E-02



4.447E-03



1.403E-01



3.506E+00



2.039E-01



7.680E+00



1.460E-02



6.709E-02



4.322E+00



1.201E+00



2.631E-01



7.419E-01



2.127E-02



1.410E-02



1.145E-02



6.810E-03



4.669E-02



1.671E-02



Ratio



1.613E-02



3.133E-02



1.481E-01



8.478E-02



8.928E-03



20,953.87



4,399.64



1,313.73



3,721.16



7,247.61



880.70



11,990.85



299,643.33



17,426.67



656,305.43



38,037.29



9,846.97



369,327.86



102,635.21



22,482.47



63,403.05



6,816.20



380.01



43,311.92



25,766.13



105,679.71



37,818.20



33,058.14



151,830.23



1.80



7.03



CPS



13,196.92



25,617.27



300,576.65



231,638.53



24,376.12



58,381.72



38,697.66



0.74



2.94



0.95



1.28



3.05



1.51



3.30



13.73



1.16



1.71



1.72



1.64



3.17



2.08



1.02



1.84



2.27



1.58



1.99



2.05



0.76



1.40



1.99



4.28



RSD(%)



2.04



4.65



0.19



1.90



2.52



ug/l
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ug/l
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ug/l
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ug/l



ug/l



ug/l



74.478



475.663



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



144.229



139.364



111.555



139.102



90.417



89.003



11818.394



94.049



88.105



1730.484



181.905



4625.808



88.161



89.942



12974.523



7715.328



4403.283



6311.800



83.182



89.213



88.785



134.157



87.481



88.763



Conc



88.193



151.132



10933.395



169.569



89.074
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 18:06



Sample Name mp18041-s2



Sample Type Sample



File Name 071SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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80.3



83.4



81.0



84.6



85.7



1.55



89.5



91.6



93.9



93.9



93.5



0.55



1.34



0.75



0.50



0.91



0.52



4.07



3.27



0.80



1.85



0.11



1.48



34,390.00



226,620.38



331,468.18



3.76



3.78



3.63



1,168,348.32



400,316.56



1,364,950.81



137,423.42



845,912.21



78,855.92



2,746,524.93



3,783,108.80



378,580.61



2,262,279.08



85,464.68



69,549.25



2,731,774.54
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3
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3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.320E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.734E+00



4.379E-01



4.873E-01



1.709E-01



7.293E-04



1.111E-04



4.778E-01



2.225E-04



1.169E-02



3.515E+01



1.119E+00



1.378E+00



3.913E-04



1.810E-03



2.918E+01



5.051E+00



5.785E-02



2.376E+00



7.646E-05



9.755E-04



1.486E-04



2.620E-02



1.195E-03



4.468E-04



Ratio



2.085E-03



6.494E-02



8.999E-01



4.393E-01



7.764E-04



39,058.73



13,696.96



58.33



42.73



507.79



936.72



2,817,251.77



89,652.79



110,433.28



138,951.52



35,105.88



2,339,192.20



404,861.29



4,637.49



190,488.81



38,301.61



17.78



560.04



98,994.01



2,683.73



1,000.08



876.73



4,053.75



-3.66



CPS



1,572.12



48,976.11



1,743,923.93



1,152,899.93



2,033.60



203.34



2,590.39



0.98



1.66



0.54



3.78



40.58



21.07



0.86



50.42



15.32



1.05



1.67



1.15



3.87



0.66



1.04



1.01



2.68



0.98



10.79



22.97



16.42



0.55



10.81



6.96



RSD(%)



3.79



1.07



0.44



0.48



8.95



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.760



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



44.966



42.736



17.945



38.201



0.309



0.083



5737.566



0.359



0.458



1389.431



79.976



64.653



0.149



0.152



7095.696



2596.920



76.033



1678.771



0.023



0.188



0.076



41.340



0.170



0.145



Conc



0.930



25.392



5404.176



70.395



0.605
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2



2



2



2



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 18:11



Sample Name jc97283-1



Sample Type Sample



File Name 072SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse
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Time(sec)
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0.10
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0.10



0.10



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



83.0



83.5



83.3



77.6



82.2



Det



Pulse



Pulse



Pulse



Pulse



76.2



78.6



80.9



77.9



84.5



85.1



0.91



ISTD Recovery%



77.6



83.3



85.7



86.0



88.8



93.8



95.4



92.6



0.12



0.50



0.49



0.22



1.16



1.11



4.15



4.01



0.92



0.77



0.67



0.83



34,993.66



221,788.45



328,754.74



RSD(%)



1.89



3.15



3.03



3.80



3.58



3.83



1,132,661.73



384,692.27



1,363,269.77



136,424.78



834,411.69



77,201.38



2,660,655.17



3,778,195.78



384,484.43



2,239,396.95



80,160.07



68,037.10



CPS



754,287.22



1,937,989.97



527,182.33



2,624,777.98



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.848E-0424.00419.80ug/l



Units



0.1253Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.699E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.634E-01



4.314E-02



6.798E-02



2.080E-02



3.405E-04



1.583E-05



5.097E-02



1.786E-04



3.497E-03



3.379E+00



1.073E-01



2.934E-01



1.947E-04



8.036E-04



2.874E+00



4.898E-01



8.907E-03



2.643E-01



2.201E-05



5.032E-04



1.877E-04



2.581E-03



3.801E-04



2.601E-04



Ratio



2.072E-04



1.143E-02



9.669E-02



4.104E-02



4.022E-04



5,919.12



1,811.26



29.67



6.36



310.02



304.45



294,186.38



9,338.82



25,546.25



14,230.76



3,756.11



250,238.10



42,645.43



775.59



23,012.41



4,437.43



15.56



716.72



9,840.73



870.10



593.37



443.36



1,830.13



-6.89



CPS



174.67



9,639.14



201,080.72



114,555.23



1,120.10



60.00



1,366.80



4.42



1.73



1.82



9.22



92.00



105.30



8.08



34.66



40.57



0.25



2.87



0.29



10.07



5.50



0.43



1.17



5.93



0.79



53.90



-11.69



15.07



4.87



19.40



17.93



RSD(%)



16.05



5.25



0.71



2.61



10.11



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-12.247



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.896



51.152



29.013



52.162



1.563



0.131



7485.217



3.562



0.480



1667.397



95.477



151.263



0.664



0.539



8565.216



3144.052



126.976



2024.684



0.069



-0.778



1.250



50.723



0.594



0.813



Conc



1.385



52.733



7065.022



81.925



3.824



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 18:16



Sample Name jc97283-1



Sample Type Sample



File Name 073SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.3



86.2



83.3



80.4



82.3



Det



Pulse



Pulse



Pulse



Pulse



82.7



81.5



84.9



81.5



85.1



85.5



0.30



ISTD Recovery%



86.8



89.4



89.6



91.4



90.6



94.6



93.9



94.2



0.95



1.86



0.60



0.56



1.68



0.34



2.73



4.12



0.19



0.37



0.60



1.00



35,015.92



229,843.54



329,388.77



RSD(%)



1.10



3.23



3.74



3.17



3.46



3.34



1,188,268.98



402,872.03



1,372,341.96



137,038.88



846,769.95



79,721.32



2,717,103.81



3,811,266.82



378,294.53



2,278,902.00



87,074.51



70,576.52



CPS



842,924.94



2,079,406.48



551,060.97



2,790,155.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.446E-0426.00190.88ug/l



Units



2.7003Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.004E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.451E-01



8.957E-02



1.045E-01



4.423E-02



2.592E-04



1.868E-05



9.650E-02



1.683E-04



2.731E-03



7.045E+00



2.198E-01



4.041E-01



2.626E-04



1.041E-03



5.932E+00



1.019E+00



1.389E-02



5.120E-01



3.165E-05



3.689E-04



8.578E-05



5.338E-03



4.210E-04



2.713E-04



Ratio



4.072E-04



1.598E-02



1.834E-01



8.735E-02



2.370E-04



9,006.39



3,812.80



22.33



7.56



202.23



235.56



607,186.40



18,941.98



34,829.44



29,749.82



7,720.03



511,308.40



87,856.72



1,197.86



44,134.08



8,317.02



14.45



320.02



19,798.99



933.41



600.04



580.04



2,300.17



-3.13



CPS



348.01



13,666.98



380,466.18



238,431.38



646.71



86.67



1,006.75



0.15



2.70



2.85



3.65



53.46



76.61



3.49



99.62



-2659.60



0.57



1.53



1.54



13.34



9.43



0.88



1.09



6.61



1.27



30.87



-11.92



39.16



1.33



8.35



9.11



RSD(%)



6.98



5.12



1.04



0.35



1.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-5.438



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



44.731



43.188



18.407



47.420



0.433



0.063



5734.792



1.337



-0.004



1391.665



78.431



87.331



0.430



0.343



7152.027



2619.151



84.361



1699.458



0.043



-0.667



0.183



42.045



0.268



0.349



Conc



0.990



30.094



5438.017



69.891



0.869



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 18:21



Sample Name mp18041-sd1



Sample Type Sample



File Name 074SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.6



84.7



82.9



78.6



81.3



Det



Pulse



Pulse



Pulse



Pulse



81.9



81.5



83.5



81.7



84.2



84.8



0.68



ISTD Recovery%



88.0



89.2



89.9



89.5



90.9



92.1



92.6



91.5



0.41



0.89



0.81



0.58



0.32



0.40



3.08



3.79



0.65



0.51



0.51



0.69



34,825.45



224,618.25



325,400.25



RSD(%)



2.66



3.32



3.24



3.87



3.40



3.65



1,169,302.45



403,897.55



1,357,650.01



135,877.61



850,303.18



78,312.11



2,724,090.48



3,709,725.05



373,232.26



2,213,549.34



86,194.85



70,607.74



CPS



855,355.03



2,074,818.72



552,843.56



2,729,803.97



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse8.047E-0428.00171.81ug/l



Units



1.5373Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.577E-02



9.763E-03



2.043E-02



9.166E-03



2.088E-04



1.040E-02



1.810E-04



3.001E-03



5.290E-01



1.752E-02



1.854E-01



1.440E-04



7.308E-04



5.349E-01



7.785E-02



4.502E-03



7.464E-02



1.606E-05



5.438E-04



1.487E-04



4.152E-04



2.481E-04



1.901E-04



Ratio



4.069E-05



5.572E-03



2.010E-02



6.779E-03



1.424E-04



1,760.14



790.03



18.00



258.89



45,579.20



1,510.10



15,979.38



2,220.17



841.16



46,092.82



6,707.23



387.79



6,431.55



896.71



15.56



550.04



1,533.50



546.71



416.69



313.35



1,600.11



CPS



34.67



4,732.05



41,372.63



18,500.00



390.03



43.33



1,466.81



4.44



10.42



1.21



8.03



29.87



10.87



52.99



256.54



1.17



1.73



0.67



64.78



21.74



0.77



2.18



10.31



4.26



16.67



-36.95



22.68



2.48



24.96



61.55



RSD(%)



18.45



2.29



0.86



4.52



18.19



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.274



51.582



34.323



95.936



3.920



6906.463



18.063



0.814



1295.493



76.230



429.369



1.779



2.203



7207.876



2482.143



264.263



1611.988



0.227



-2.547



4.737



39.889



1.730



2.196



Conc



2.385



118.692



6485.940



66.317



6.131



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 18:26



Sample Name mp18041-sd1



Sample Type Sample



File Name 075SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



82.5



84.9



80.4



78.3



79.9



Det



Pulse



Pulse



Pulse



Pulse



81.9



80.4



82.9



80.6



83.3



83.4



1.03



ISTD Recovery%



87.4



88.5



89.4



89.5



90.0



91.7



92.5



90.7



0.90



1.48



1.43



0.75



0.62



0.55



4.37



4.16



0.77



1.04



1.03



1.24



33,795.04



223,797.32



319,782.53



RSD(%)



1.36



2.86



2.89



3.70



3.04



3.82



1,160,742.52



398,217.21



1,344,108.00



133,704.23



828,954.98



78,561.13



2,697,212.89



3,694,336.09



372,603.89



2,192,730.75



86,168.89



69,642.97



CPS



849,238.73



2,058,497.83



549,521.24



2,730,966.05



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



7.592E-04



6.301E-04



-3.428E-07



Ratio



-0.14



302.23



21.33



CPS



-1.62



1050.83



-5.00



RSD(%)



ug/l



ug/l



ug/l



Units



-61.502



2.615



-0.1212



2



3



Sn



Se



Cd
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



78.1



RSD(%)



2.54



CPS



758,768.75



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.478E-03



9.625E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.290E-01



5.461E-01



1.921E+00



2.342E+00



1.427E-02



2.062E-03



4.526E-01



8.105E-02



8.213E-01



4.132E+00



4.028E+00



6.275E+02



1.013E-02



4.753E-02



4.290E+00



2.395E+00



5.620E+00



2.095E+00



1.695E-04



5.860E-03



1.079E-03



3.272E-02



5.527E-04



1.214E-02



Ratio



1.556E-03



3.884E-02



8.791E-01



2.172E-01



4.361E-02



155,710.45



189,794.48



1,157.05



767.00



2,781.44



32.00



66,567.55



334,962.97



326,478.73



50,864,292.42



26,666.58



44,260.87



347,697.00



194,082.10



455,551.04



169,784.39



36,684.93



6,569.43



3,987.44



120,904.30



1,200.11



26,281.69



21,959.95



102,985.52



2.61



55.15



CPS



1,180.07



29,460.10



1,735,547.00



554,628.99



111,298.73



440.03



15,212.62



2.04



0.90



0.29



0.38



3.68



9.37



1.31



1.00



0.33



0.83



0.79



2.08



1.99



2.15



0.50



0.38



0.75



0.72



26.00



2.33



6.16



0.08



5.54



6.88



RSD(%)



6.26



1.84



0.43



2.14



0.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.705



0.547



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



8.528



53.322



71.374



530.313



6.715



1.578



5433.681



137.441



41.940



163.200



288.085



30407.995



4.879



5.085



1030.232



1230.957



7563.314



1476.411



0.052



2.775



0.654



51.630



0.073



5.147



Conc



0.699



15.062



5278.428



34.801



34.865



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 18:31



Sample Name jc97278-1



Sample Type Sample



File Name 076SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



80.4



84.4



79.3



75.3



79.9



Pulse



Pulse



Pulse



77.0



75.1



78.2



75.3



83.0



85.5



0.52



84.9



82.6



83.6



86.6



91.8



95.2



89.6



0.77



0.39



0.84



0.59



1.91



0.56



5.65



4.79



0.67



0.57



0.40



0.46



33,335.08



215,329.76



319,721.70



3.34



3.32



3.06



3.97



4.11



1,094,434.78



371,915.72



1,338,284.11



137,081.42



808,134.45



78,060.55



2,595,870.84



3,695,442.13



383,747.84



2,167,996.11



81,052.94



65,007.07



1,974,333.30



507,919.80



2,551,997.36



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



87.3



91.9



92.3



RSD(%)



1.53



3.53



2.52



CPS



848,336.15



2,137,625.49



567,280.09



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.555E-01



2.714E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.001E+00



1.041E+00



2.759E+00



4.526E-01



2.151E-01



1.323E-01



8.726E-01



6.032E-02



1.983E+00



2.529E+00



1.432E+00



2.219E+02



2.095E-01



9.528E-01



4.076E+01



1.989E+01



7.227E+00



1.380E+01



3.228E-01



1.997E-01



1.703E-01



6.477E-02



6.864E-01



2.371E-01



Ratio



2.409E-01



5.177E-01



1.635E+00



6.575E-01



1.306E-01



245,912.64



40,336.92



19,174.40



53,729.84



103,766.45



9,292.56



176,745.05



225,415.00



127,668.56



19,784,143.10



356,658.73



92,792.96



3,633,348.19



1,772,797.57



644,190.29



1,229,711.34



77,787.83



5,377.77



653,207.62



248,416.08



1,529,417.12



528,507.22



466,938.73



2,123,678.64



0.63



1.06



CPS



204,328.19



439,109.49



3,494,135.78



1,806,761.28



358,863.48



889,836.78



550,255.94



1.02



0.32



0.33



2.49



1.35



0.97



0.75



2.73



0.56



0.59



0.50



0.63



0.47



0.28



0.97



1.01



0.86



0.85



1.64



0.56



0.54



0.57



1.18



0.20



RSD(%)



0.39



1.96



0.59



0.45



0.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.492



205.936



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.899



50.881



51.293



51.028



50.849



50.683



5245.184



51.138



50.724



49.894



51.208



5376.963



50.870



51.384



4958.393



5113.213



4862.971



4939.487



50.513



52.709



52.935



51.113



51.502



50.698



Conc



52.530



102.277



4914.877



52.690



52.210



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 18:36



Sample Name CCVA



Sample Type CCV



File Name 077_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



83.2



84.8



81.5



76.1



80.2



Pulse



84.7



84.0



84.0



82.2



86.3



86.0



2.81



90.1



91.9



95.3



95.8



92.1



0.16



0.80



0.85



3.25



0.71



2.18



3.80



4.78



0.91



1.26



0.22



0.47



34,245.15



217,412.09



321,000.63



3.24



3.60



4.92



1,175,953.53



406,096.23



1,391,589.39



137,773.86



835,904.98



78,423.75



2,755,746.25



3,836,205.47



385,988.65



2,228,890.02



89,141.87



72,753.29



2,748,179.44



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.151E-04



1.817E-03



6.497E-03



1.766E-03



5.076E-05



2.770E-03



6.536E-03



1.030E-03



9.619E-02



1.302E-04



5.655E-04



8.637E-02



3.114E-03



4.118E-03



3.816E-02



5.783E-05



1.052E-03



1.627E-04



3.062E-05



3.520E-04



1.483E-04



Ratio



1.036E-04



1.091E-02



4.126E-03



2.724E-04



1.544E-04



567.80



242.23



571.13



90.00



8,409.33



79.98



158.89



7,548.78



272.23



360.01



3,336.00



154.45



4.44



603.37



113.34



776.72



326.69



286.68



1,250.08



CPS



89.33



9,412.29



8,656.44



760.06



430.03



156.68



2,857.11



29.42



9.30



65.61



70.16



54.22



1181.10



61.29



36.66



1.73



34.76



27.45



17.99



1.61



1.94



-144.11



11.36



21.25



35.56



11.23



2.27



28.94



RSD(%)



9.08



8.08



10.27



19.52



19.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.008



0.024



0.015



3.258



0.034



0.001



0.036



0.020



1.272



0.011



0.009



3.015



0.643



1.856



-0.204



0.008



0.114



0.042



0.016



0.022



0.009



Conc



0.033



2.006



3.769



0.009



0.054



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 18:40



Sample Name CCB



Sample Type CCB



File Name 078_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



82.7



84.9



81.7



79.5



79.5



Det



Pulse



Pulse



Pulse



Pulse



83.1



82.2



84.2



81.3



83.7



83.7



1.05



ISTD Recovery%



88.9



90.2



90.9



91.4



90.5



91.8



91.9



91.3



1.33



1.23



0.31



0.66



0.39



0.77



3.56



3.58



0.76



0.62



0.93



0.86



34,310.85



227,368.62



318,019.48



RSD(%)



2.20



3.40



2.91



2.20



2.58



3.64



1,179,410.06



401,607.02



1,350,230.71



134,242.82



830,527.62



78,534.11



2,711,315.30



3,696,855.05



370,179.07



2,207,381.11



87,424.65



71,180.71



CPS



863,457.99



2,098,884.55



558,862.91



2,787,556.10



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.206E-03



5.440E-04



7.142E-03



1.334E-04



4.132E-05



Ratio



624.47



11.67



16.53



484.46



18.67



CPS



-2.40



-54.91



1.91



9.82



74.61



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.403



-0.045



0.538



0.014



0.015



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



79.3



RSD(%)



0.99



CPS



770,658.92



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.602E-03



6.221E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.498E+00



1.981E-01



5.661E-01



4.328E-01



6.576E-03



6.709E-05



5.716E-01



8.922E-03



4.121E-01



1.653E+00



5.809E+00



3.855E+02



2.015E-03



9.363E-03



1.769E+01



5.603E+00



5.952E-01



1.175E+00



1.169E-04



2.898E-03



5.478E-04



1.638E-02



7.884E-04



2.369E-03



Ratio



4.945E-04



4.073E-02



1.136E+00



2.283E-01



1.910E-02



45,617.58



34,879.82



530.01



25.00



1,343.42



20.67



33,207.59



133,185.50



468,132.53



31,061,233.21



120,683.16



15,962.69



1,425,307.30



451,499.95



47,963.36



94,651.35



46,062.70



718.93



2,050.25



61,253.81



1,716.85



5,167.94



4,390.98



20,427.54



24.23



611.68



CPS



381.34



31,402.08



2,227,156.69



597,335.55



49,973.68



306.68



7,599.15



1.62



3.49



1.41



3.73



5.38



3.37



2.13



2.20



1.60



1.30



1.02



1.91



6.15



3.24



0.44



1.11



1.86



1.45



8.53



1.85



8.49



1.85



5.25



4.41



RSD(%)



8.84



5.65



0.67



0.78



0.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.154



0.030



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.846



19.259



20.884



97.581



3.075



0.050



6866.839



15.112



20.974



65.161



415.522



18678.103



0.937



0.967



4294.846



2880.813



799.342



815.695



0.035



1.206



0.324



25.846



0.109



0.967



Conc



0.236



15.814



6825.310



36.580



15.265



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 18:45



Sample Name jc97278-2



Sample Type Sample



File Name 079SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



80.3



82.0



79.0



75.0



79.4



Pulse



Pulse



Pulse



76.6



75.9



78.4



75.5



82.3



84.2



0.70



84.3



85.9



85.7



87.5



92.9



95.5



90.2



0.69



1.10



1.67



1.03



1.16



0.59



3.28



4.40



0.53



0.57



0.56



1.83



33,175.80



214,519.94



317,612.73



1.85



3.98



4.00



4.67



3.49



1,097,444.64



372,818.27



1,327,057.48



134,992.22



807,249.71



75,796.11



2,622,457.62



3,740,026.30



384,977.01



2,180,613.62



80,578.04



65,714.82



1,960,664.61



528,350.51



2,616,468.45



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



74.4



78.1



79.9



RSD(%)



1.66



2.61



3.62



CPS



723,022.05



1,816,034.30



491,380.67



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.415E-03



6.962E-04



Det



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



5.859E-01



1.715E-01



1.404E-01



7.259E-02



5.165E-04



1.188E-04



1.051E+00



1.785E-04



3.348E-02



6.116E+01



6.453E-01



8.098E-01



2.860E-04



1.180E-03



7.505E+01



1.146E+01



1.695E-02



2.192E+01



3.967E-05



1.086E-03



2.318E-04



5.034E-02



6.532E-04



3.096E-04



Ratio



5.702E-04



1.031E-01



1.681E+00



3.903E+00



1.024E-03



10,501.89



5,433.37



38.67



43.56



518.90



22.00



2,505.81



4,577,072.87



48,288.57



60,594.28



43,841.53



12,827.22



5,615,836.03



857,470.16



1,268.97



1,639,990.04



78,671.04



13.33



850.07



183,714.69



1,363.47



643.37



596.71



2,453.53



-7.70



56.01



CPS



412.01



74,542.55



3,053,584.43



9,464,490.69



2,487.00



100.00



2,720.38



2.28



4.59



3.43



1.41



16.66



11.94



2.16



27.74



1.52



1.44



0.46



2.05



22.01



9.38



1.85



2.04



1.68



1.03



30.54



12.62



16.69



1.68



15.16



16.72



RSD(%)



7.61



0.89



0.20



4.83



3.25



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.721



0.142



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



15.192



16.653



5.018



15.914



0.208



0.089



12639.689



0.285



1.575



2418.065



46.122



37.126



0.097



0.084



18271.124



5892.146



20.990



15709.753



0.011



0.246



0.127



79.454



0.088



0.086



Conc



0.269



40.490



10112.034



625.729



0.804



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 18:50



Sample Name jc97283-2



Sample Type Sample



File Name 080SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



78.4



77.1



75.2



71.3



77.0



Pulse



71.1



72.9



76.0



74.2



81.7



82.1



0.88



79.5



83.6



90.7



91.4



86.1



0.58



1.70



1.39



0.15



1.69



0.42



4.89



4.22



1.14



0.96



0.98



0.60



31,577.55



203,931.66



308,038.49



3.23



3.26



4.78



1,063,882.32



366,680.24



1,317,569.32



131,623.53



788,123.37



71,273.41



2,506,333.34



3,651,190.57



368,468.94



2,082,079.08



74,838.63



63,103.69



2,427,275.80



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



81.4



81.1



83.1



RSD(%)



0.75



2.96



3.55



CPS



790,710.78



1,885,245.70



510,634.13



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.433E-04



5.730E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.427E-02



1.032E-02



1.320E-02



1.669E-02



1.720E-04



2.726E-06



4.968E-02



1.138E-04



3.547E-03



2.629E+00



2.937E-02



1.345E-01



8.314E-05



4.449E-04



3.267E+00



4.821E-01



2.744E-03



9.735E-01



3.524E-05



4.864E-04



1.096E-04



2.165E-03



1.162E-04



1.372E-04



Ratio



2.528E-05



1.043E-02



7.930E-02



1.408E-01



9.680E-05



1,025.61



1,297.86



13.33



1.00



202.23



18.00



275.56



204,370.12



2,283.55



10,450.86



1,885.68



802.26



253,918.07



37,474.18



213.34



75,674.57



3,862.81



8.89



390.02



7,685.94



246.68



290.02



173.34



940.06



-2.05



-1067.98



CPS



20.00



8,247.12



149,480.72



360,001.97



246.68



90.00



1,246.78



10.92



5.83



13.80



8.94



82.15



1003.68



3.39



85.07



44.36



0.76



4.98



2.25



-2121.44



176.44



1.07



1.30



12.81



0.87



12.69



-64.00



6.82



4.88



63.67



150.15



RSD(%)



20.93



1.11



0.66



1.67



32.58



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-26.761



-1.125



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



15.538



22.003



6.993



81.002



1.132



0.010



14583.935



4.378



1.024



2594.023



51.673



109.970



-0.027



0.110



19523.139



6189.279



46.564



16781.572



0.241



-1.779



1.287



85.004



0.197



0.312



Conc



0.786



95.539



11509.975



563.646



1.541



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 50.000



Auto Dilution N/A



Total Dilution 50.000



Acq Time 11/4/2019 18:55



Sample Name jc97283-2



Sample Type Sample



File Name 081SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



79.7



78.9



74.8



74.1



75.9



Pulse



73.9



75.1



78.0



75.4



79.1



79.7



0.41



83.8



85.3



88.2



88.6



87.6



0.97



0.98



1.32



0.54



1.22



0.74



2.90



4.41



0.95



1.17



0.45



1.32



31,407.22



211,854.76



303,545.60



3.15



3.53



4.38



1,092,592.32



372,425.51



1,276,098.81



127,786.64



800,802.36



72,940.74



2,555,529.93



3,552,522.87



357,217.81



2,119,995.70



77,735.47



64,998.02



2,556,507.15



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1
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Quantitation Report
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3
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Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



73.8



77.3



78.5



RSD(%)



2.32



3.49



3.88



CPS



717,327.37



1,797,433.20



482,864.33



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3
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2.219E-03



7.982E-04
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Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



5.871E-01



6.797E-02



7.650E-02



4.616E-02



8.903E-04



4.201E-05



8.706E-01



1.069E-04



6.005E-02



3.686E+01



7.128E-01



8.524E-01



2.710E-04



1.260E-03



6.768E+01



1.371E+01



1.272E-02



3.510E+00



4.866E-05



1.581E-03



1.524E-04



1.772E-02



7.865E-04



3.253E-04
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1.909E-04



9.654E-02



1.634E+00



5.106E-01



9.287E-04



5,547.86



3,346.01



65.00



14.88



776.70



25.33



4,354.08



2,674,286.63



51,707.41



61,834.18



42,586.58



4,926.50



4,910,090.50



994,651.87



923.38



254,681.67



63,159.03



7.78
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62,942.06



1,600.17



663.38



553.37



2,573.55



-20.28
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69,229.11
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50.952
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7050.657
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FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 19:00



Sample Name jc97283-3



Sample Type Sample



File Name 082SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



80.3



82.3



82.5



RSD(%)



2.20



2.44



2.88



CPS



780,195.03



1,914,603.93



507,460.20



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3
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1.350E-03



6.580E-04
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Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



5.987E-02



9.500E-03



1.660E-02



8.079E-03



2.339E-04



5.611E-06



8.952E-02



1.281E-04



8.777E-03



3.820E+00



7.413E-02



1.810E-01



1.355E-04



5.373E-04



7.167E+00



1.433E+00



6.567E-03



3.972E-01



4.157E-05



1.019E-03



1.748E-04



1.911E-03



1.700E-04



1.425E-04



Ratio



4.610E-05



1.512E-02



1.742E-01



5.201E-02



1.572E-04



1,301.20



633.36



18.33



2.08



502.24



20.67



687.80



299,387.53



5,810.17



14,188.54



4,693.04



744.48



561,708.26



112,303.33



514.46



31,134.75



7,017.41
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616.71



6,758.69



360.02



303.35



286.68



1,140.06



-5.15



338.36



CPS



36.00



11,798.52



333,572.69



131,221.30



396.69



106.67



2,590.37



0.98



5.89



12.90



5.51



25.01



304.79



0.81



63.49



6.54



1.54



2.44



3.61



14.98



36.88



1.93



2.30



14.48



1.24



62.68
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7.74
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19.313
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65.861



83.192
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21640.621



9206.217
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Conc



0.506



70.976



12901.091



103.909



1.375



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 19:05



Sample Name jc97283-3



Sample Type Sample



File Name 083SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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75.3



79.5
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82.7



84.7



87.8
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87.5



0.68



1.35
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1.12
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1.06



5.17



4.11



1.16



1.52



0.85



0.57



31,450.63



210,076.33



302,902.42
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3.26



4.58



1,079,379.68
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1,281,475.71



128,258.33



791,054.34



72,047.40
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



74.1



78.5



79.6



RSD(%)



1.66



2.03



3.68



CPS



720,244.92



1,824,707.42



489,607.78



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3
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0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.952E-03



7.035E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.694E+00



2.371E-01



1.307E-01



1.331E-01



6.623E-04



9.002E-05



1.027E+00



5.921E-04



2.186E-02



2.478E+01



4.973E+00



1.746E+01



2.722E-04



1.210E-03



3.368E+01



8.712E+00



4.848E-02



2.980E+00



6.808E-05



1.449E-03



2.909E-04



3.419E-02



4.516E-04



3.004E-04



Ratio



1.136E-03



9.461E-02



1.919E+00



7.073E-01



7.846E-04



9,746.89



9,924.79



49.33



32.80



711.14



23.33



1,629.01



1,847,425.41



370,783.31



1,301,783.56



126,328.46



17,685.91



2,510,634.49



649,558.76



3,613.94



222,204.66



76,565.58



44.45



1,040.08



122,436.12



946.74



630.04



570.04



2,540.46



-5.68



133.36



CPS



818.71



68,146.21



3,501,579.43



1,730,053.52



1,916.88



166.68



3,590.76



1.31



1.33



1.28



1.04



12.02



27.77



1.25



75.87



7.16



1.18



0.57



1.35



20.89



25.47



1.73



1.20



3.18



1.60



46.06



3.77



14.94
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6.44
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4.659



29.634
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12347.915
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355.674
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8190.301
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63.427
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 19:10



Sample Name jc97283-4



Sample Type Sample



File Name 084SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse
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ISTD Recovery%



77.8



79.3



81.0



RSD(%)



1.33



2.27



3.63



CPS



756,190.82



1,844,622.11



497,946.21
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Tune
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3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.238E-03



4.694E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.627E-01



9.526E-02



5.575E-02



5.829E-02



6.941E-04



1.747E-05



4.030E-01



3.203E-04



1.101E-02



9.799E+00



1.953E+00



7.013E+00



2.516E-04



9.740E-04



1.336E+01



3.435E+00



2.376E-02



1.215E+00



2.265E-05



1.024E-03



1.832E-04



1.404E-02



3.591E-04



2.289E-04



Ratio



4.370E-04



3.902E-02



7.816E-01



2.866E-01



4.667E-04



4,258.48



4,453.00



53.00



6.33



448.91



14.67



841.14



748,528.53



149,210.87



535,685.45



50,621.11



7,276.45



1,020,886.66



262,429.65



1,814.64



92,779.91



30,785.22



24.44



653.38



49,959.91



756.72



480.02



526.70



2,043.47



-6.61



-79.72



CPS



330.68



29,511.25



1,441,778.83



716,440.36



1,166.77



56.67



2,573.68



0.52



3.25



0.50



0.77



19.81



59.67



1.54



63.89



6.41



1.28



1.59



1.45



13.89



9.07



0.82



0.40



6.24



0.84



34.80



8.66



12.86



1.90



25.92



20.48



RSD(%)



13.49



4.17



0.50



0.65



15.46



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.981



-0.506



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



42.961



22.985



4.663



31.680



0.731



0.029



12092.074



1.313



1.059



968.096



349.226



844.351



0.202



0.154



8103.310



4415.549



75.364



2110.961



0.014



0.534



0.243



55.376



0.111



0.129



Conc



0.527



37.834



11727.590



114.820



0.894



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 19:15



Sample Name jc97283-4



Sample Type Sample



File Name 085SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



77.9



77.7



74.6



72.0



76.1



Pulse



72.6



72.8



75.8



73.4



79.4



79.3



1.26



81.9



83.8



88.4



89.3



86.7



0.55



0.97



0.58



1.75



1.96



0.35



3.86



3.73



0.33



0.86



0.66



0.40



31,329.21



205,931.93



304,385.82



3.15



3.70



2.98



1,061,265.79



362,549.61



1,279,654.19



127,180.61



783,098.68



71,910.04



2,511,257.55



3,558,154.53



359,921.04



2,097,871.17



76,389.25



63,049.06



2,499,362.73



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



81.5



81.2



82.0



RSD(%)



2.22



2.35



3.31



CPS



792,075.74



1,887,644.71



504,242.64



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.297E-04



6.364E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.335E-01



2.070E-02



2.500E-02



1.461E-02



7.801E-04



5.866E-06



8.363E-02



1.436E-04



4.083E-03



2.008E+00



3.984E-01



1.448E+00



1.220E-04



4.812E-04



2.821E+00



6.948E-01



5.104E-03



2.795E-01



1.582E-05



4.447E-04



1.578E-04



2.831E-03



1.321E-04



1.006E-04



Ratio



1.063E-04



1.125E-02



1.610E-01



5.745E-02



7.334E-05



1,932.39



1,130.06



60.69



2.17



195.56



20.00



315.56



155,315.99



30,806.61



112,001.24



10,326.99



1,601.23



218,152.57



53,730.70



394.46



21,609.06



6,466.03



11.11



553.37



9,924.12



280.02



213.34



256.68



1,016.72



-1.62



999.56



CPS



84.00



8,909.73



304,015.25



143,850.36



183.35



40.00



1,126.77



1.25



4.01



6.60



3.14



153.63



281.74



2.84



18.47



37.25



0.34



0.51



0.53



104.95



60.92



1.09



0.53



13.84



2.39



35.66



-37.94



27.02



1.45



46.08



-297.67



RSD(%)



10.16



1.22



0.42



0.23



45.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-13.448



0.642



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



43.202



23.701



8.992



34.621



4.162



0.035



12400.157



2.821



0.856



990.278



355.784



850.890



0.222



0.104



8404.845



4462.180



62.986



2160.880



0.045



-1.165



1.017



55.651



0.128



-0.040



Conc



0.834



51.812



11911.147



114.798



0.536



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 19:19



Sample Name jc97283-4



Sample Type Sample



File Name 086SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



78.0



76.9



74.8



72.7



74.8



Pulse



73.5



73.7



77.2



74.8



78.3



77.8



0.64



82.1



84.6



87.1



86.7



87.6



0.73



0.99



0.14



1.52



0.21



0.42



5.21



3.83



0.87



0.94



1.11



1.33



31,446.22



207,909.90



299,117.12



3.07



3.78



3.05



1,080,820.58



369,428.38



1,262,534.15



124,664.27



783,530.65



71,113.83



2,535,241.56



3,506,338.80



349,483.99



2,117,821.11



77,331.09



63,776.83



2,504,028.35



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1
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1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.081E-03



3.996E-03



2.019E-01



1.572E-02



1.802E-04



3.214E-03



1.651E-04



9.793E-03



1.829E-02



3.468E-03



1.257E-01



1.126E-04



4.776E-04



1.717E-01



6.666E-03



3.798E-03



4.712E-02



2.198E-05



8.617E-04



1.358E-04



4.855E-04



9.008E-05



1.221E-04



Ratio



1.451E-05



7.993E-03



8.016E-03



4.203E-03



6.098E-05



14,936.01



1,163.40



13.33



724.48



1,353.42



256.67



9,302.14



79.97



295.56



12,700.25



493.35



281.12



3,487.15



237.78



12.22



476.70



1,706.85



186.68



256.68



233.34



1,000.06



CPS



10.67



5,828.03



14,564.83



10,347.73



150.01



53.34



2,140.27



23.62



17.74



0.96



9.24



15.45



19.01



60.38



13.98



10.46



13.99



1.32



139.55



37.91



4.17



8.41



15.39



28.78



110.82



18.50



3.32



2.88



130.88



173.23



RSD(%)



25.40



3.23



0.07



3.54



25.71



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.020



0.261



7.310



3.020



0.049



23.946



0.262



0.361



0.537



0.214



3.975



0.013



0.008



26.811



3.112



3.281



6.031



0.005



0.128



0.068



0.749



0.004



0.006



Conc



0.027



2.857



30.968



0.648



0.033



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn
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Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 19:24



Sample Name jc97283-5



Sample Type Sample



File Name 087SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



76.7



76.4



75.3



71.4



75.1



Det



Pulse



Pulse



Pulse



Pulse



70.3



71.8



74.6



71.7



77.5



77.9



0.57



ISTD Recovery%



75.1



78.1



79.1



80.6



82.7



87.2



87.5



86.4



1.71



0.74



1.18



0.43



2.12



0.41



4.41



4.31



0.62



1.05



0.98



0.33



31,652.24



204,197.78



300,376.09



RSD(%)



1.18



2.34



2.87



2.89



4.90



3.70



1,045,254.40



354,097.90



1,249,420.99



124,901.88



770,873.37



70,631.49



2,480,325.00



3,513,191.20



352,788.12



2,090,483.87



73,996.61



62,141.48



CPS



729,158.58



1,817,046.17



486,199.76



2,460,266.73



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.092E-03



7.160E-04



2.998E-06



Ratio



1.06



386.68



22.67



CPS



-4.49



253.44



663.77



RSD(%)



ug/l



ug/l



ug/l



Units



-0.851



0.172



0.0012



2



3



Sn



Se



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



75.6



78.4



79.2



RSD(%)



2.59



3.43



4.13



CPS



734,270.25



1,823,830.65



487,200.88



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.431E-03



7.385E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



9.975E-01



1.633E-01



1.785E-01



2.050E-01



8.277E-04



5.090E-04



2.009E+00



1.068E-03



4.577E-02



1.058E+01



1.928E+01



3.499E+00



1.495E-03



7.104E-03



7.487E+01



2.275E+01



4.501E-02



4.543E+00



3.518E-05



1.064E-03



1.640E-04



5.616E-02



9.562E-04



1.865E-03



Ratio



6.320E-05



9.172E-02



4.400E+00



8.042E-01



1.460E-03



13,929.42



15,996.17



64.67



186.72



524.46



24.67



3,570.51



825,589.05



1,503,921.61



272,978.15



77,820.58



12,742.67



5,840,635.05



1,775,096.25



3,508.37



354,379.16



156,688.31



83.33



580.04



199,005.61



1,940.25



3,787.40



3,035.50



14,408.86



-10.25



234.69



CPS



46.67



67,362.85



8,020,574.05



1,924,176.95



3,497.26



86.67



2,623.72



0.67



1.83



0.45



0.68



15.57



7.41



2.09



18.07



0.80



1.16



1.11



0.91



3.03



1.51



1.55



0.92



9.06



1.48



9.31



35.33



12.85



0.75



1.41



5.78



RSD(%)



19.35



1.59



2.59



0.81



6.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.715



0.207



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.871



15.856



6.441



45.938



0.355



0.388



24167.744



1.793



2.204



418.228



1378.956



167.461



0.685



0.723



18227.281



11699.841



58.754



3234.441



0.010



0.235



0.085



88.632



0.134



0.752



Conc



0.048



35.989



26489.410



128.900



1.152



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 19:29



Sample Name jc97283-6



Sample Type Sample



File Name 088SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



77.6



80.5



79.8



72.4



77.5



Pulse



74.1



76.1



76.2



74.3



81.4



82.3



0.29



78.4



82.3



88.0



89.2



83.9



1.43



1.52



1.10



1.20



2.32



0.86



4.00



4.63



1.71



1.19



0.74



1.35



33,517.76



207,084.73



309,977.31



3.44



3.70



4.11



1,066,405.79



366,865.80



1,313,030.78



131,885.89



779,500.72



74,423.10



2,466,243.16



3,543,157.13



359,567.31



2,029,292.31



78,020.60



65,860.78



2,392,462.57



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.8



87.2



87.4



RSD(%)



1.42



2.93



4.41



CPS



833,463.46



2,027,913.61



537,516.66



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.573E-01



2.715E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.935E+00



1.032E+00



2.718E+00



4.532E-01



2.115E-01



1.338E-01



8.504E-01



5.902E-02



1.962E+00



2.499E+00



1.404E+00



2.219E+02



2.096E-01



9.563E-01



4.022E+01



1.959E+01



7.166E+00



1.363E+01



3.207E-01



1.982E-01



1.669E-01



6.402E-02



6.969E-01



2.379E-01



Ratio



2.365E-01



5.070E-01



1.636E+00



6.640E-01



1.298E-01



232,453.89



38,755.65



18,081.92



51,430.54



98,893.20



8,842.92



167,801.48



213,708.22



120,078.00



18,972,622.02



336,522.65



88,225.31



3,439,494.17



1,675,481.22



612,726.61



1,165,099.09



72,717.30



5,047.65



608,160.08



233,318.82



1,461,911.96



498,961.56



439,667.68



2,005,800.42



0.95



4.19



CPS



197,160.88



422,622.00



3,317,670.47



1,718,675.44



335,816.47



834,187.46



515,422.81



0.30



1.55



0.57



1.11



2.26



1.60



0.61



3.15



1.20



1.31



0.14



1.79



1.03



0.81



0.60



1.29



1.36



1.27



0.72



1.18



1.21



0.40



1.35



0.37



RSD(%)



1.23



0.86



0.49



0.95



0.56



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.851



206.070



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.045



50.432



50.541



51.102



49.991



51.263



5111.302



50.040



50.203



49.313



50.205



5375.371



50.900



51.574



4892.675



5037.490



4821.661



4878.292



50.181



52.317



51.881



50.525



52.294



50.870



Conc



51.590



100.173



4919.085



53.216



51.893



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 19:34



Sample Name CCVA



Sample Type CCV



File Name 089_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



79.4



81.3



77.5



73.0



76.9



Pulse



81.3



79.1



79.9



77.8



83.0



82.9



0.79



84.8



86.8



90.5



90.8



86.7



0.42



1.22



0.63



0.72



0.54



0.67



4.36



4.08



0.41



1.34



0.22



1.15



32,569.92



208,574.07



307,735.92



3.89



4.17



3.84



1,118,784.78



384,362.75



1,337,762.31



132,829.84



797,843.65



75,194.74



2,600,993.86



3,644,313.18



366,034.11



2,096,983.15



85,512.90



68,491.47



2,587,597.62



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.138E-03



1.921E-03



6.085E-03



1.552E-03



1.356E-05



2.757E-03



6.798E-03



1.495E-03



8.540E-02



1.627E-04



6.726E-04



9.074E-02



3.605E-03



3.854E-03



4.023E-02



7.054E-05



1.019E-03



1.245E-04



2.487E-05



3.310E-04



1.853E-04



Ratio



1.261E-04



1.027E-02



4.226E-03



2.784E-04



1.534E-04



493.35



223.34



551.13



121.12



6,919.60



92.21



155.56



7,353.12



292.23



312.23



3,260.42



125.56



1.11



440.02



86.67



690.05



386.69



340.02



1,403.43



CPS



104.00



8,473.85



8,316.12



713.38



393.36



180.01



2,600.38



20.98



50.28



137.09



143.80



788.56



2371.97



18.78



17.31



3.85



44.35



12.08



3.42



10.21



15.03



85.24



10.04



8.41



26.39



91.19



3.11



35.80



RSD(%)



5.29



3.95



8.36



26.93



31.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.011



0.029



0.007



1.971



0.003



0.000



0.042



0.037



1.011



0.019



0.014



3.548



0.769



1.678



0.542



0.010



0.105



0.030



0.011



0.020



0.017



Conc



0.038



1.879



4.068



0.009



0.053



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 19:39



Sample Name CCB



Sample Type CCB



File Name 090_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



77.8



80.3



76.0



74.4



75.5



Det



Pulse



Pulse



Pulse



Pulse



77.0



77.2



78.8



75.8



78.8



79.2



0.38



ISTD Recovery%



84.9



84.6



83.8



83.9



85.2



88.0



86.5



86.2



0.34



0.26



0.90



1.70



0.65



0.68



4.06



4.21



0.92



0.86



0.86



1.16



31,946.25



212,803.87



301,875.27



RSD(%)



1.04



2.95



3.18



2.87



2.88



4.75



1,102,876.52



374,387.89



1,270,470.57



126,992.19



781,820.28



74,312.61



2,552,368.82



3,541,919.63



348,668.75



2,085,597.62



81,039.51



66,870.16



CPS



825,000.41



1,968,742.99



515,099.15



2,559,772.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.306E-03



7.098E-04



7.955E-03



1.562E-04



4.717E-05



Ratio



644.47



12.67



17.66



488.90



22.67



CPS



-2.99



71.17



10.15



30.40



41.52



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.383



0.082



0.630



0.019



0.017



2



2



2



2



3



Sn



Se



Zn



As



Cd
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7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.0



85.0



84.6



RSD(%)



2.17



1.89



5.10



CPS



815,737.07



1,978,030.54



519,975.68



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.080E-03



6.792E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.030E-01



3.742E-02



4.683E-02



4.829E-02



2.812E-04



1.051E-04



4.248E-01



2.038E-04



1.177E-02



2.181E+00



3.973E+00



7.804E-01



4.179E-04



1.937E-03



1.574E+01



4.760E+00



1.175E-02



9.635E-01



4.950E-05



6.956E-04



1.668E-04



1.202E-02



2.485E-04



5.094E-04



Ratio



2.607E-05



2.516E-02



8.255E-01



1.649E-01



3.550E-04



3,832.80



3,952.85



23.00



39.73



408.90



22.00



963.38



178,516.51



325,164.05



63,873.54



16,615.50



3,062.61



1,288,081.41



389,595.91



961.16



78,868.52



34,771.31



16.67



590.04



42,456.14



516.70



1,060.09



870.07



4,030.42



-2.73



440.94



CPS



21.33



20,517.50



1,632,823.15



426,057.59



920.07



126.67



1,783.53



1.90



4.25



0.53



3.47



26.53



73.70



0.57



21.77



5.88



0.39



0.20



0.77



2.14



4.76



0.69



0.25



7.18



1.82



16.15



33.84



21.03



1.06



6.53



11.14



RSD(%)



27.95



2.71



0.33



0.98



10.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-4.279



0.582



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



26.293



17.661



7.665



52.025



0.485



0.394



25497.811



1.638



2.312



430.227



1420.697



178.515



0.808



0.827



19097.961



12236.388



69.900



3320.534



0.071



0.198



0.435



94.777



0.139



0.859



Conc



0.159



48.246



24777.712



132.072



1.341



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 19:44



Sample Name jc97283-6



Sample Type Sample



File Name 091SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 181 of 181
NOTE: The remaining raw data for this batch is not relevant to this job. As such it has been omitted.
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Current Signal



%



W



TMP Revolution



Reflected Power



100.0



2



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Forward Power



2.57E+2



1.06E-4



1499



V



V



V



-8.0



200



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-38



-60



15.8



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-145.0



-60



9.7



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.65



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



20.75



81.31



17.91



18.62



14.20



Integration Time [sec] 0.10



3.35



18.72



11.57



54.32



12.79



18.19



31.6



2.1



33.3



30.5



63.2



RSD [%]



3.68



2.86



3.04



2.17



3092.0



1.061 %



3.237 %



4.1



81.5



37.9



27



2



30



36



51



Avg. Count



1576.8



2728.8



4549.9



4461.4



3035



1.290 %



3.082 %



1



73



37



50



20



50



100



100



Count



1561



2799



4747



4575



5000



2



5



20



200



100



95



107



121



137



208



Range



2000



5000



5000



5000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
9.7
-38
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



15.8



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-145.0
-60



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.65
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.694
0.738
0.719
0.727



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.712
0.765
0.764
0.766
0.755



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.05
206.05
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.00



23.95
24.95
25.95
59.00



6714
60531
88088
20671
18698
44543



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
8797



43128
5773



40927



355115



453364



104033



95057



222684



352967



453651



104184



95111



224042



Replicate 5



Count



50732



261008



34820



Replicate 4



Count



50211



260240



34634



4081640881



353966



452076



103111



94708



221954



350213



446219



103057



94423



219719



Replicate 3



Count



49914



261589



34733



428769



98535



89871



212871



Replicate 2



Count



49405



258912



34103



40842



206



207



208



Replicate 1



Count



48483



251583



33638



39067



334590



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



2.36
2.26
2.38
2.00



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



446816
102584
93834



220254



RSD%



(Actual)
1.72
1.58
1.46
1.99
2.42



115
206
207
208



Count 



(Mean)
49749



258666
34386
40506



349370



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\.b110419m1.b
Report Comment
Instrument Name G3281A  JP12412081
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SGS North America Inc.



Batch ID Start Date Start Time End Date End time QC Samp 1 QC Samp 2
MP18041 10/28/2019 6:35 10/28/2019 12:15 JC97283-1



Block ID1 Therm. ID# Temperature Correction Corrected Temp
1 Start 3 5624823 94 0 94
1 End 3 5624823 95 0 95
2 Start
2 End



Dig. Method
Heating 
Method Auto Pipette #



Digestion 
Tube Lot #



SW846 
3010A



Digestion 
Block M-74 1904119



Sample ID
Bottle 



Number Pres    (Y/N)



Initial 
Sample 
Volume



Final Volume in 
ML



Reagent 
Groups Added



Spike Groups 
Added Comments



MP18041-MB1 N/A N 50 50 AB
MP18041-B1 N/A N 50 50 AB ABCDE
MP18041-S1 1 Y 50 50 AB ABCDE
MP18041-S2 1 Y 50 50 AB ABCDE



MP18041-SD1 1 Y 50 50 AB
JC97278-1 1 Y 10 50 AB SEDIMENT
JC97278-2 1 Y 10 50 AB SEDIMENT
JC97283-1 1 Y 50 50 AB



JC97283-1F 2 Y 50 50 AB
JC97283-2 1 Y 50 50 AB



JC97283-2F 2 Y 50 50 AB
JC97283-3 1 Y 50 50 AB



JC97283-3F 2 Y 50 50 AB
JC97283-4 1 Y 50 50 AB



JC97283-4F 2 Y 50 50 AB
JC97283-5 1 Y 50 50 AB
JC97283-6 1 Y 50 50 AB



JC97283-6F 2 Y 50 50 AB
JC97283-7 1 Y 50 50 AB



JC97283-7F 2 Y 50 50 AB
JC97283-8 1 Y 50 50 AB



JC97283-8F 2 Y 50 50 AB
JC97283-9 1 Y 50 50 AB



JC97283-9F 2 Y 50 50 AB



Group Description MLs Used Group Description MLs Used
A CONC HNO3 3 A ACCUTEST 13B REV1 0.2
B 1:1 HCL 5 B ACCUTEST 14B REV1 0.2
C C MINERALS 1000PPM 0.2
D D AG 20PPM 0.2
E E SE 20PPM 0.8
F F
G G
H H



I



Comments:



Analyst TAYLORG Approved by Wendyz Approved on 10/28/2019



Note: Reagent traceability for batch Start Date  can be seen on the reagent traceability page for this batch.
Serial Dilution samples shown for QC purposes only.
Acceptable Temperature range is 90-95 degrees C unless otherwise noted



Aqueous Metals Digestion Form
Batch Information



Temperature



Methods and Equipment



Reagents Groups Spike Groups



��������	
������	�	�����������������	������� !�"# #���"�$ %&�'(&��(	)*�	 %&�'(&��(	���	
Prep Log MP18041    page 1 of 2
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SGS North America Inc.



General Chemistry



QC Data Summaries



Includes the following where applicable:



• Method Blank and Blank Spike Summaries
• Duplicate Summaries
• Matrix Spike Summaries
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METHOD BLANK AND SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



MB                    Spike      BSP        BSP        QC       
Analyte                        Batch ID          RL         Result     Units      Amount     Result     %Recov     Limits   



Chromium, Hexavalent           GN1584            0.010      0.0        mg/l       0.150      0.15       100.0      90-110% 



Associated Samples: 
Batch GN1584: JC97278-1, JC97278-2
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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DUPLICATE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   DUP                   QC         
Analyte                        Batch ID          Sample       Units      Result     Result     RPD        Limits     



Chromium, Hexavalent           GN1584            JC97278-1    mg/l       0.0065     0.0065     0.0        0-20%     



Associated Samples: 
Batch GN1584: JC97278-1, JC97278-2
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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MATRIX SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97278 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   Spike    MS                    QC         
Analyte                        Batch ID          Sample       Units      Result     Amount   Result     %Rec       Limits     



Chromium, Hexavalent           GN1584            JC97278-1    mg/l       0.0065     0.150    0.14       89.0       85-115%   



Associated Samples: 
Batch GN1584: JC97278-1, JC97278-2
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits



__________________________________________________________________________________________________________________________
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SGS North America Inc.



General Chemistry



Raw Data



Dayton, NJ
Section 9
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          Nov 20, 2019 



 



          Mr. Joe Von Uderitz   



          EA Engineering 



          269 West Jefferson Street 



          Syracuse, NY 13202 



                                                                                                                                                                                                                      



                                                                                                                      



 



Re: SGS North America – Dayton, NJ   Jobs # JC97382 – Reissues  



 



Dear Mr. Uderitz, 



 



The final reports for SGS jobs number JC97382 have been edited to reflect corrections to the final 



results.  These edits have been incorporated into the revised report which is attached. 



Specifically, the New York certification statement has been removed from Case Narrative to meet 



client’s requirement. The attached revised report incorporates these revisions. 



SGS apologizes for this occurrence and for any inconvenience this situation may have caused.  Please 



contact me at 732-329-0200 if I can be of further assistance in this matter. 



 



 



 



 



Sincerely, 



 



Report Department          



SGS North America Inc 



 



            
 



SGS North America Inc. Mid-Atlantic   2235 US Highway 130   Dayton, NJ 08810, USA    t +1 (0)732 329 0200   www.sgs.com 
 



Member of the SGS Group (SGS SA) 
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SGS North America Inc.       Mid-Atlantic    2235 US Highway 130    Dayton, NJ 08810, USA     t +1 (0)732 329 0200    www.sgs.com 



     Member of the SGS Group (SGS SA) 



  



December 4, 2019 



Ms. Tara Lamond 
EA Engineering 
269 West Jefferson Street 
Syracuse, NY 13202 
 
 
RE:  SGS – Dayton,  Job # JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, JC97220, 
JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, JC97989, 
JC98056, JC98407, JC97991 – Reissued reports  



Dear Ms. Lamond,   



The final reports for SGS job numbers JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, 
JC97220, JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, 
JC97989, JC98056, JC98407, JC97991 have been edited to reflect corrections to the final results.  These 
edits have been incorporated into the revised report which is attached.  



Specifically, the data have been revised to report in LOD/LOQ format. When the samples were submitted, 
it was not clear that DOD criteria needed to be met, so these samples were run using in house limits and 
may not meet all DOD criteria. The attached revised report includes all raw data for review (Full Level 4) 
and the case narrative includes a note with this information.   
 
Moving forward, we have made notations in our system to flag this project as needing DOD criteria, so this 
will not be an issue. The Chain of Custody documentation accompanying future samples must also 
indicate that these samples need to meet DOD criteria.  
 
Please contact me if I can be of further assistance in this matter. 



 



Sincerely, 



 
Kristin B. DeGraw 
Manager of Client Services  
SGS North America Inc.  
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SGS North America Inc.



Sample Summary



EA Engineering
Job No: JC97382



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306-0810



Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID



JC97382-1 10/24/19 12:25 GR 10/24/19 AQ Ground Water RA-WP-104-31-35



JC97382-2 10/24/19 10:54 GR 10/24/19 AQ Ground Water RA-WP-106-35-39



JC97382-3 10/24/19 15:50 GR 10/24/19 AQ Equipment Blank RB-102419-2
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On 10/24/2019, 3 Sample(s), 0 Trip Blank(s) and 0 Field Blank(s) were received at SGS North America Inc. at a maximum 
corrected temperature of 3.2 C. Samples were intact and chemically preserved, unless noted below. A SGS North America Inc. Job 
Number of JC97382 was assigned to the project.  Laboratory sample ID, client sample ID and dates of sample collection are 
detailed in the report’s Results Summary Section.  Specified quality control criteria were achieved for this job except as noted 
below.  For more information, please refer to the analytical results and QC summary pages.



Samples were reported in LOD/LOQ format at the request of the client but were run using in house limits and may not meet all 
DOD criteria.



Client: EA Engineering



Site: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Job No JC97382



Report Date 12/4/2019 3:20:23 PM



CASE NARRATIVE / CONFORMANCE SUMMARY



Compounds qualified as out of range in the continuing calibration summary report are acceptable as per method requirements when 
there is a high bias but the sample result is non-detect.



Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18043



All samples were digested within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97373-1FSDL, JC97373-1MS, JC97373-1MSD, JC97373-1SDL  were used as the QC samples for metals.



RPD(s) for Serial Dilution for  Antimony, Cadmium, Selenium, Silver, Thallium, Copper, Lead, Vanadium, Beryllium are 
outside control limits for sample  MP18043-SD1, MP18043-SD2.  Percent difference acceptable due to low initial sample  
concentration (< 50 times IDL).



JC97382-2 for Chromium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Cadmium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Cobalt: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Antimony: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Arsenic: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Barium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Vanadium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Beryllium: Elevated sample detection limit due to difficult sample matrix.



MP18043-SD1 for Copper: Serial dilution indicates possible matrix interference.



JC97382-2 for Copper: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Lead: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Magnesium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Manganese: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Nickel: Elevated sample detection limit due to difficult sample matrix.



MP18043-SD2 for Beryllium: Serial dilution indicates possible matrix interference.



MP18043-SD2 for Aluminum: Serial dilution indicates possible matrix interference.



JC97382-2 for Potassium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Selenium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Silver: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Thallium: Elevated sample detection limit due to difficult sample matrix.



MP18043-SD1 for Arsenic: Serial dilution indicates possible matrix interference.



JC97382-1 for Vanadium: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Copper: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Cobalt: Elevated sample detection limit due to difficult sample matrix.
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Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18043



JC97382-1 for Magnesium: Elevated sample detection limit due to difficult sample matrix.



JC97382-2 for Zinc: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Antimony: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Arsenic: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Barium: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Beryllium: Elevated sample detection limit due to difficult sample matrix.



MP18043-SD2 for Zinc: Serial dilution indicates possible matrix interference.



JC97382-1 for Chromium: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Zinc: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Lead: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Manganese: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Nickel: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Potassium: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Selenium: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Silver: Elevated sample detection limit due to difficult sample matrix.



JC97382-1 for Thallium: Elevated sample detection limit due to difficult sample matrix.



MP18043-SD1 for Zinc: Serial dilution indicates possible matrix interference.



JC97382-1 for Cadmium: Elevated sample detection limit due to difficult sample matrix.



General Chemistry By Method SW846 7196A
Matrix: AQ Batch ID: GN1652



All samples were analyzed within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97382-1DUP, JC97382-1MS were used as the QC samples for  Chromium, Hexavalent.



SGS North America Inc. certifies that data reported for samples received, listed on the associated custody chain or analytical task 
order, were produced to specifications meeting the Quality System precision, accuracy and completeness objectives except as noted.



Estimated non-standard method measurement uncertainty data is available on request, based on quality control bias and implicit for 
standard methods. Acceptable uncertainty requires tested parameter quality control data to meet method criteria.



SGS North America Inc. is not responsible for data quality assumptions if partial reports are used and recommends that this report 
be used in its entirety.  Data release is authorized by SGS North America Inc indicated via signature on the report cover
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Summary of Hits Page 1 of 2     
Job Number: JC97382
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/24/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



JC97382-1 RA-WP-104-31-35



Aluminum 22200 250 160 a ug/l SW846 6020B
Arsenic b 14.5 5.0 4.7 a ug/l SW846 6020B
Barium b 186 10 3.6 a ug/l SW846 6020B
Beryllium b 1.9 J 5.0 0.76 a ug/l SW846 6020B
Calcium 23100 2500 320 a ug/l SW846 6020B
Chromium b 202 10 3.1 a ug/l SW846 6020B
Cobalt b 12.4 5.0 0.86 a ug/l SW846 6020B
Copper b 45.0 20 9.4 a ug/l SW846 6020B
Iron 40500 250 93 a ug/l SW846 6020B
Lead b 5.1 5.0 2.6 a ug/l SW846 6020B
Magnesium b 13900 2500 230 a ug/l SW846 6020B
Manganese b 249 10 3.2 a ug/l SW846 6020B
Nickel b 43.5 10 4.8 a ug/l SW846 6020B
Potassium b 8320 2500 340 a ug/l SW846 6020B
Selenium b 3.4 J 5.0 2.8 a ug/l SW846 6020B
Sodium 8190 2500 710 a ug/l SW846 6020B
Vanadium b 104 10 8.8 a ug/l SW846 6020B
Zinc b 129 50 27 a ug/l SW846 6020B
Chromium, Hexavalent 0.020 0.010 0.0080 mg/l SW846 7196A



JC97382-2 RA-WP-106-35-39



Aluminum 20200 250 160 a ug/l SW846 6020B
Barium b 119 10 3.6 a ug/l SW846 6020B
Beryllium b 0.88 J 5.0 0.76 a ug/l SW846 6020B
Calcium 83800 2500 320 a ug/l SW846 6020B
Chromium b 47.0 10 3.1 a ug/l SW846 6020B
Cobalt b 12.5 5.0 0.86 a ug/l SW846 6020B
Copper b 9.6 J 20 9.4 a ug/l SW846 6020B
Iron 24400 250 93 a ug/l SW846 6020B
Lead b 5.5 5.0 2.6 a ug/l SW846 6020B
Magnesium b 12800 2500 230 a ug/l SW846 6020B
Manganese b 553 10 3.2 a ug/l SW846 6020B
Nickel b 20.0 10 4.8 a ug/l SW846 6020B
Potassium b 9140 2500 340 a ug/l SW846 6020B
Sodium 585000 31000 8900 a ug/l SW846 6020B
Vanadium b 31.5 10 8.8 a ug/l SW846 6020B
Zinc b 85.4 50 27 a ug/l SW846 6020B
Chromium, Hexavalent 0.058 0.010 0.0080 mg/l SW846 7196A



JC97382-3 RB-102419-2



Barium 0.91 J 2.0 0.73 a ug/l SW846 6020B
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Summary of Hits Page 2 of 2     
Job Number: JC97382
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/24/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



Calcium 84.4 J 500 64 a ug/l SW846 6020B
Chromium 1.1 J 2.0 0.62 a ug/l SW846 6020B
Copper 2.4 J 4.0 1.9 a ug/l SW846 6020B
Iron 29.3 J 50 19 a ug/l SW846 6020B
Manganese 0.91 J 2.0 0.63 a ug/l SW846 6020B
Zinc 5.7 J 10 5.4 a ug/l SW846 6020B



(a) Value reported is laboratory DL (MDL).
(b) Elevated sample detection limit due to difficult sample matrix.
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Sample Results
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-104-31-35 



Lab Sample ID: JC97382-1 Date Sampled: 10/24/19 



Matrix: AQ - Ground Water   Date Received: 10/24/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum 22200 250 160 a 160 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Antimony b 8.6 U 20 8.6 a 8.6 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic b 14.5 5.0 4.7 a 4.7 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Barium b 186 10 3.6 a 3.6 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium b 1.9 J 5.0 0.76 a 0.76 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium b 0.86 U 5.0 0.86 a 0.86 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Calcium 23100 2500 320 a 320 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Chromium b 202 10 3.1 a 3.1 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt b 12.4 5.0 0.86 a 0.86 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Copper b 45.0 20 9.4 a 9.4 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Iron 40500 250 93 a 93 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Lead b 5.1 5.0 2.6 a 2.6 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium b 13900 2500 230 a 230 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Manganese b 249 10 3.2 a 3.2 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Nickel b 43.5 10 4.8 a 4.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Potassium b 8320 2500 340 a 340 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Selenium b 3.4 J 5.0 2.8 a 2.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Silver b 0.80 U 5.0 0.80 a 0.80 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Sodium 8190 2500 710 a 710 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Thallium b 0.84 U 5.0 0.84 a 0.84 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium b 104 10 8.8 a 8.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Zinc b 129 50 27 a 27 ug/l 2 10/28/19 11/06/19 SN SW846 6020B 2 SW846 3010A 3



(1) Instrument QC Batch: MA47746



(2) Instrument QC Batch: MA47766



(3) Prep QC Batch: MP18043



(a) Value reported is laboratory DL (MDL).



(b) Elevated sample detection limit due to difficult sample matrix.



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-104-31-35 



Lab Sample ID: JC97382-1 Date Sampled: 10/24/19 



Matrix: AQ - Ground Water   Date Received: 10/24/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.020 0.010 0.0080 0.0058 mg/l 1 10/24/19 23:20 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-106-35-39 



Lab Sample ID: JC97382-2 Date Sampled: 10/24/19 



Matrix: AQ - Ground Water   Date Received: 10/24/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum 20200 250 160 a 160 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Antimony b 8.6 U 20 8.6 a 8.6 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic b 4.7 U 5.0 4.7 a 4.7 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Barium b 119 10 3.6 a 3.6 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium b 0.88 J 5.0 0.76 a 0.76 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium b 0.86 U 5.0 0.86 a 0.86 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Calcium 83800 2500 320 a 320 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Chromium b 47.0 10 3.1 a 3.1 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt b 12.5 5.0 0.86 a 0.86 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Copper b 9.6 J 20 9.4 a 9.4 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Iron 24400 250 93 a 93 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Lead b 5.5 5.0 2.6 a 2.6 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium b 12800 2500 230 a 230 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Manganese b 553 10 3.2 a 3.2 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Nickel b 20.0 10 4.8 a 4.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Potassium b 9140 2500 340 a 340 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Selenium b 2.8 U 5.0 2.8 a 2.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Silver b 0.80 U 5.0 0.80 a 0.80 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Sodium 585000 31000 8900 a 8900 ug/l 25 10/28/19 11/06/19 SN SW846 6020B 2 SW846 3010A 3



Thallium b 0.84 U 5.0 0.84 a 0.84 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium b 31.5 10 8.8 a 8.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Zinc b 85.4 50 27 a 27 ug/l 2 10/28/19 11/06/19 SN SW846 6020B 2 SW846 3010A 3



(1) Instrument QC Batch: MA47746



(2) Instrument QC Batch: MA47766



(3) Prep QC Batch: MP18043



(a) Value reported is laboratory DL (MDL).



(b) Elevated sample detection limit due to difficult sample matrix.



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RA-WP-106-35-39 



Lab Sample ID: JC97382-2 Date Sampled: 10/24/19 



Matrix: AQ - Ground Water   Date Received: 10/24/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.058 0.010 0.0080 0.0058 mg/l 1 10/24/19 23:20 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RB-102419-2 



Lab Sample ID: JC97382-3 Date Sampled: 10/24/19 



Matrix: AQ - Equipment Blank   Date Received: 10/24/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum 32 U 50 32 a 32 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Antimony 1.7 U 4.0 1.7 a 1.7 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic 0.94 U 1.0 0.94 a 0.94 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Barium 0.91 J 2.0 0.73 a 0.73 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium 0.15 U 1.0 0.15 a 0.15 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Calcium 84.4 J 500 64 a 64 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Chromium 1.1 J 2.0 0.62 a 0.62 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Copper 2.4 J 4.0 1.9 a 1.9 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Iron 29.3 J 50 19 a 19 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Lead 0.52 U 1.0 0.52 a 0.52 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium 46 U 500 46 a 46 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Manganese 0.91 J 2.0 0.63 a 0.63 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Nickel 0.95 U 2.0 0.95 a 0.95 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Potassium 68 U 500 68 a 68 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Selenium 0.55 U 1.0 0.55 a 0.55 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Silver 0.16 U 1.0 0.16 a 0.16 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Sodium 140 U 500 140 a 140 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Thallium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium 1.8 U 2.0 1.8 a 1.8 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 3



Zinc 5.7 J 10 5.4 a 5.4 ug/l 2 10/28/19 11/06/19 SN SW846 6020B 2 SW846 3010A 3



(1) Instrument QC Batch: MA47746



(2) Instrument QC Batch: MA47766



(3) Prep QC Batch: MP18043



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Report of Analysis Page 1 of 1     



Client Sample ID: RB-102419-2 



Lab Sample ID: JC97382-3 Date Sampled: 10/24/19 



Matrix: AQ - Equipment Blank   Date Received: 10/24/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0080 U 0.010 0.0080 0.0058 mg/l 1 10/24/19 23:20 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Misc. Forms



Custody Documents and Other Forms



Includes the following where applicable:



• Chain of Custody
• Sample Tracking Chronicle
• Internal Chain of Custody
• QC Evaluation: DOD QSM5.x Limits



Dayton, NJ
Section 5
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Paqe t of Ir \^)*gB GHAIN OF CUSTODY



SGS North Amerka lnc. - Dayton
2235 Route 130, Oayton, NJ 08810



TEL. 732-329-0200 FAX: 732-329-3/199/3480
.com/ehsusa



i



Botde Order Control # . l-;al,



DW - Drinking Water
GW - Ground Water



WW - Water
SW - Surface Water



So - Soil
SL- Sludge



SED-Sediment
ol- oil



LIQ - Other Liquid
AIR - Air



SOL - Other Solid
WP - Wipe



FB - Field Blank
EB-Equipm€nt Blank



RB - Rinse Blank
TB - Trip Blank



Prcject Name:



Puchack Well Field Phase ll RA - Temporary Well Point Screening



1601 Sherman Ave, Suite D



Proiect Contact E-mail



Tara Lamond, tlamond@eaest.com 225 Schilling Circle, Suite 400



Hunt Valley, MD 2103{



Field lD / Point of Collection



'utP-lo4- 5t -
'A-ail-|oe'3s-sl



I commercial"A" (Level 'l) ! t',tYAsncateoorvl l--l ooo-osms



! Commercial"B"(Level2) E NYASPcategoryB



E NJ Reduced (Level 3) l-l me ucp criteria-
E Full rierl (Level4) f| crnce criteria-
! commerciat"c" fl st.t" Forr"



l_l r'r.t oxop [l eoo ro-.t-EPA Region :



Commercial "A" = Results only; Commercial "B" = Results + QC Summary



I loBusinecsDays



[ 5 Business Days



f| 3 Business Days'



[ 2 Business Days'



! I Business oay'



must be documented below each time samples chanqe possession, including courier



[rLact Prcscrvcd whcrc applicablc On tce Cooler Temp 'CCustodyseal# ! [rLact Prcscrvcdwhcrcapplicablc onlce uooreilemP': 
^- 



tr Not intact I Absent tl 
- 



rherm. ,D: d\ 3 "1, C-f



3tc-P ; \c4 3-3c-P



bt-



= Results + a)C Summatu + Partial Raw data



JC97382: Chain of Custody
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Job Number: JC97382 Client: EA ENGINEERING



Date / Time Received: 10/24/2019 5:48:00 PM Delivery Method:



Project: PUCHACK



4. No. Coolers: 4



Airbill #'s:



Cooler Security



1. Custody Seals Present:



  Y   or   N  



2. Custody Seals Intact:



3. COC Present:



4. Smpl Dates/Time OK



2. Cooler temp verification:



Cooler Temperature   Y   or   N  



1. Temp criteria achieved:



3. Cooler media:



IR Gun



Ice (Bag)



Quality Control  Preservation   Y    or   N        N/A



1. Trip Blank present / cooler:



2. Trip Blank listed on COC:



3. Samples preserved properly:



4. VOCs headspace free:



Sample Integrity - Documentation   Y     or     N  



1. Sample labels present on bottles:



2. Container labeling complete:



3. Sample container label / COC agree:



Sample Integrity - Condition   Y     or     N  



1. Sample recvd within HT:



3. Condition of sample:



2. All containers accounted for:



Sample Integrity - Instructions



1. Analysis requested is clear:



2. Bottles received for unspecified tests



3. Sufficient volume recvd for analysis:



4. Compositing instructions clear:



5. Filtering instructions clear:



Intact



  Y   or   N  



Comments



 Y     or    N          N/A



Cooler Temps (Raw Measured) °C:



Cooler Temps (Corrected) °C:



 Cooler 1: (3.1);  Cooler 2: (3.4);  Cooler 3: (3.4);  Cooler 4: (3.3); 



 Cooler 1: (2.9);  Cooler 2: (3.2);  Cooler 3: (3.2);  Cooler 4: (3.1); 



SM089-03
Rev. Date 12/7/17



SGS Sample Receipt Summary



Test Strip Lot #s: pH 1-12: 229517 pH 12+: 208717 Other:  (Specify)



JC97382: Chain of Custody
Page 2 of 2
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SGS North America Inc.



Internal Sample Tracking Chronicle



EA Engineering
Job No: JC97382



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306-0810



Sample
Number Method Analyzed By Prepped By Test Codes



JC97382-1 Collected: 24-OCT-19 12:25  By: GR Received: 24-OCT-19  By: AS
RA-WP-104-31-35



JC97382-1 SW846 7196A 24-OCT-19 23:20 EB XCR
JC97382-1 SW846 6020B 04-NOV-19 01:42 SN 28-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,CUMS,
FEMS,KMS,MGMS,MNMS,NAMS,
NIMS,PBMS,SBMS,SEMS,TLMS,
VMS



JC97382-1 SW846 6020B 06-NOV-19 14:58 SN 28-OCT-19 TG ZNMS



JC97382-2 Collected: 24-OCT-19 10:54  By: GR Received: 24-OCT-19  By: AS
RA-WP-106-35-39



JC97382-2 SW846 7196A 24-OCT-19 23:20 EB XCR
JC97382-2 SW846 6020B 04-NOV-19 01:47 SN 28-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,CUMS,
FEMS,KMS,MGMS,MNMS,NIMS,
PBMS,SBMS,SEMS,TLMS,VMS



JC97382-2 SW846 6020B 06-NOV-19 15:03 SN 28-OCT-19 TG ZNMS
JC97382-2 SW846 6020B 06-NOV-19 15:08 SN 28-OCT-19 TG NAMS



JC97382-3 Collected: 24-OCT-19 15:50  By: GR Received: 24-OCT-19  By: AS
RB-102419-2



JC97382-3 SW846 7196A 24-OCT-19 23:20 EB XCR
JC97382-3 SW846 6020B 04-NOV-19 01:52 SN 28-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,CUMS,
FEMS,KMS,MGMS,MNMS,NAMS,
NIMS,PBMS,SBMS,SEMS,TLMS,
VMS



JC97382-3 SW846 6020B 06-NOV-19 12:19 SN 28-OCT-19 TG ZNMS



Page 1 of 1      



20 of 595



JC97382



5
5.2











SGS Internal Chain of Custody Page 1 of 1     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Received: 10/24/19



Sample.Bottle Transfer Transfer
Number FROM TO Date/Time Reason



JC97382-1.1 Secured Storage Benjamin Gaines 10/27/19 16:12 Retrieve from Storage
JC97382-1.1 Benjamin Gaines Secured Staging Area 10/27/19 16:12 Return to Storage
JC97382-1.1 Secured Staging Area Taylor Gorman 10/27/19 16:45 Retrieve from Storage
JC97382-1.1 Taylor Gorman Secured Storage 10/28/19 07:48 Return to Storage



JC97382-1.1.1 Taylor Gorman Metals Digestion 10/28/19 07:35 Digestate from JC97382-1.1
JC97382-1.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97382-1.1
JC97382-1.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage



JC97382-1.2 Secured Storage Matthew Robbins 10/24/19 21:00 Retrieve from Storage
JC97382-1.2 Matthew Robbins Secured Staging Area 10/24/19 21:01 Return to Storage
JC97382-1.2 Secured Staging Area Elaine Banting 10/25/19 01:43 Retrieve from Storage
JC97382-1.2 Elaine Banting Secured Storage 10/25/19 01:44 Return to Storage



JC97382-2.1 Secured Storage Benjamin Gaines 10/27/19 16:12 Retrieve from Storage
JC97382-2.1 Benjamin Gaines Secured Staging Area 10/27/19 16:12 Return to Storage
JC97382-2.1 Secured Staging Area Taylor Gorman 10/27/19 16:45 Retrieve from Storage
JC97382-2.1 Taylor Gorman Secured Storage 10/28/19 07:48 Return to Storage



JC97382-2.1.1 Taylor Gorman Metals Digestion 10/28/19 07:35 Digestate from JC97382-2.1
JC97382-2.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97382-2.1
JC97382-2.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage



JC97382-2.2 Secured Storage Matthew Robbins 10/24/19 21:00 Retrieve from Storage
JC97382-2.2 Matthew Robbins Secured Staging Area 10/24/19 21:01 Return to Storage
JC97382-2.2 Secured Staging Area Elaine Banting 10/25/19 01:43 Retrieve from Storage
JC97382-2.2 Elaine Banting Secured Storage 10/25/19 01:44 Return to Storage



JC97382-3.1 Secured Storage Benjamin Gaines 10/27/19 16:12 Retrieve from Storage
JC97382-3.1 Benjamin Gaines Secured Staging Area 10/27/19 16:12 Return to Storage
JC97382-3.1 Secured Staging Area Taylor Gorman 10/27/19 16:45 Retrieve from Storage
JC97382-3.1 Taylor Gorman Secured Storage 10/28/19 07:48 Return to Storage



JC97382-3.1.1 Taylor Gorman Metals Digestion 10/28/19 07:35 Digestate from JC97382-3.1
JC97382-3.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97382-3.1
JC97382-3.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage



JC97382-3.2 Secured Storage Matthew Robbins 10/24/19 21:00 Retrieve from Storage
JC97382-3.2 Matthew Robbins Secured Staging Area 10/24/19 21:01 Return to Storage
JC97382-3.2 Secured Staging Area Elaine Banting 10/25/19 01:43 Retrieve from Storage
JC97382-3.2 Elaine Banting Secured Storage 10/25/19 01:44 Return to Storage
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QC Evaluation: DOD QSM5.x Limits Page 1 of 3     
Job Number: JC97382
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/24/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18043 SW846 6020B



MP18043-B1 7429-90-5 Aluminum BSP REC 95 % 84-117
MP18043-B1 7440-36-0 Antimony BSP REC 88.9 % 85-117
MP18043-B1 7440-38-2 Arsenic BSP REC 90.4 % 84-116
MP18043-B1 7440-39-3 Barium BSP REC 85.6 % 86-114
MP18043-B1 7440-41-7 Beryllium BSP REC 86.3 % 83-121
MP18043-B1 7440-43-9 Cadmium BSP REC 90 % 87-115
MP18043-B1 7440-70-2 Calcium BSP REC 97.3 % 87-118
MP18043-B1 7440-47-3 Chromium BSP REC 92.1 % 85-116
MP18043-B1 7440-48-4 Cobalt BSP REC 90.5 % 86-115
MP18043-B1 7440-50-8 Copper BSP REC 87.9 % 85-118
MP18043-B1 7439-89-6 Iron BSP REC 102 % 87-118
MP18043-B1 7439-92-1 Lead BSP REC 98 % 88-115
MP18043-B1 7439-95-4 Magnesium BSP REC 94.3 % 83-118
MP18043-B1 7439-96-5 Manganese BSP REC 93.4 % 87-115
MP18043-B1 7440-02-0 Nickel BSP REC 90.1 % 85-117
MP18043-B1 7440-09-7 Potassium BSP REC 95 % 87-115
MP18043-B1 7782-49-2 Selenium BSP REC 87.3 % 80-120
MP18043-B1 7440-22-4 Silver BSP REC 94 % 85-116
MP18043-B1 7440-23-5 Sodium BSP REC 95.8 % 85-117
MP18043-B1 7440-28-0 Thallium BSP REC 95.4 % 82-116
MP18043-B1 7440-62-2 Vanadium BSP REC 92.6 % 86-115
MP18043-B1 7440-66-6 Zinc BSP REC 87.3 % 83-119
MP18043-S1* 7429-90-5 Aluminum MS REC 102.8 % 84-117
MP18043-S1* 7440-36-0 Antimony MS REC 88.6 % 85-117
MP18043-S1* 7440-38-2 Arsenic MS REC 89.3 % 84-116
MP18043-S1* 7440-39-3 Barium MS REC 90.5 % 86-114
MP18043-S1* 7440-41-7 Beryllium MS REC 89 % 83-121
MP18043-S1* 7440-43-9 Cadmium MS REC 92.5 % 87-115
MP18043-S1* 7440-70-2 Calcium MS REC 97 % 87-118
MP18043-S1* 7440-47-3 Chromium MS REC 102.5 % 85-116
MP18043-S1* 7440-48-4 Cobalt MS REC 91 % 86-115
MP18043-S1* 7440-50-8 Copper MS REC 91.4 % 85-118
MP18043-S1* 7439-89-6 Iron MS REC 104 % 87-118
MP18043-S1* 7439-92-1 Lead MS REC 101.5 % 88-115
MP18043-S1* 7439-95-4 Magnesium MS REC 94.5 % 83-118
MP18043-S1* 7439-96-5 Manganese MS REC 95 % 87-115
MP18043-S1* 7440-02-0 Nickel MS REC 92.8 % 85-117
MP18043-S1* 7440-09-7 Potassium MS REC 94.5 % 87-115
MP18043-S1* 7782-49-2 Selenium MS REC 88.1 % 80-120
MP18043-S1* 7440-22-4 Silver MS REC 93.8 % 85-116
MP18043-S1* 7440-23-5 Sodium MS REC 102.5 % 85-117
MP18043-S1* 7440-28-0 Thallium MS REC 99.1 % 82-116



* Sample used for QC is not from job JC97382
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QC Evaluation: DOD QSM5.x Limits Page 2 of 3     
Job Number: JC97382
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/24/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18043-S1* 7440-62-2 Vanadium MS REC 95.5 % 86-115
MP18043-S1* 7440-66-6 Zinc MS REC 83.4 % 83-119
MP18043-S2* 7429-90-5 Aluminum MSD REC 103 % 84-117
MP18043-S2* 7429-90-5 Aluminum MSD RPD .2 % 20
MP18043-S2* 7440-36-0 Antimony MSD REC 88.5 % 85-117
MP18043-S2* 7440-36-0 Antimony MSD RPD .1 % 20
MP18043-S2* 7440-38-2 Arsenic MSD REC 91.1 % 84-116
MP18043-S2* 7440-38-2 Arsenic MSD RPD 2 % 20
MP18043-S2* 7440-39-3 Barium MSD REC 88 % 86-114
MP18043-S2* 7440-39-3 Barium MSD RPD 1.8 % 20
MP18043-S2* 7440-41-7 Beryllium MSD REC 89.6 % 83-121
MP18043-S2* 7440-41-7 Beryllium MSD RPD .7 % 20
MP18043-S2* 7440-43-9 Cadmium MSD REC 92.9 % 87-115
MP18043-S2* 7440-43-9 Cadmium MSD RPD .4 % 20
MP18043-S2* 7440-70-2 Calcium MSD REC 101 % 87-118
MP18043-S2* 7440-70-2 Calcium MSD RPD 1.7 % 20
MP18043-S2* 7440-47-3 Chromium MSD REC 105 % 85-116
MP18043-S2* 7440-47-3 Chromium MSD RPD .4 % 20
MP18043-S2* 7440-48-4 Cobalt MSD REC 93.5 % 86-115
MP18043-S2* 7440-48-4 Cobalt MSD RPD 1.8 % 20
MP18043-S2* 7440-50-8 Copper MSD REC 92.1 % 85-118
MP18043-S2* 7440-50-8 Copper MSD RPD .8 % 20
MP18043-S2* 7439-89-6 Iron MSD REC 103.5 % 87-118
MP18043-S2* 7439-89-6 Iron MSD RPD .3 % 20
MP18043-S2* 7439-92-1 Lead MSD REC 101.8 % 88-115
MP18043-S2* 7439-92-1 Lead MSD RPD .2 % 20
MP18043-S2* 7439-95-4 Magnesium MSD REC 96.3 % 83-118
MP18043-S2* 7439-95-4 Magnesium MSD RPD 1.2 % 20
MP18043-S2* 7439-96-5 Manganese MSD REC 96.3 % 87-115
MP18043-S2* 7439-96-5 Manganese MSD RPD .5 % 20
MP18043-S2* 7440-02-0 Nickel MSD REC 92.8 % 85-117
MP18043-S2* 7440-02-0 Nickel MSD RPD 0 % 20
MP18043-S2* 7440-09-7 Potassium MSD REC 95.3 % 87-115
MP18043-S2* 7440-09-7 Potassium MSD RPD .5 % 20
MP18043-S2* 7782-49-2 Selenium MSD REC 85.4 % 80-120
MP18043-S2* 7782-49-2 Selenium MSD RPD 3.2 % 20
MP18043-S2* 7440-22-4 Silver MSD REC 94.2 % 85-116
MP18043-S2* 7440-22-4 Silver MSD RPD .4 % 20
MP18043-S2* 7440-23-5 Sodium MSD REC 110 % 85-117
MP18043-S2* 7440-23-5 Sodium MSD RPD 2.9 % 20
MP18043-S2* 7440-28-0 Thallium MSD REC 99.2 % 82-116
MP18043-S2* 7440-28-0 Thallium MSD RPD .1 % 20
MP18043-S2* 7440-62-2 Vanadium MSD REC 95.5 % 86-115
MP18043-S2* 7440-62-2 Vanadium MSD RPD 0 % 20
MP18043-S2* 7440-66-6 Zinc MSD REC 83.4 % 83-119



* Sample used for QC is not from job JC97382
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QC Evaluation: DOD QSM5.x Limits Page 3 of 3     
Job Number: JC97382
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/24/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18043-S2* 7440-66-6 Zinc MSD RPD 0 % 20



GN1652 SW846 7196A



GN1652-B1 18540-29-9 Chromium, Hexavalent BSP REC 100 % 90-111
GN1652-S5 18540-29-9 Chromium, Hexavalent MS REC 106.7 % 90-111
GN1652-D5 18540-29-9 Chromium, Hexavalent DUP RPD 0 % 20



* Sample used for QC is not from job JC97382
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SGS North America Inc.



Metals Analysis



QC Data Summaries



Includes the following where applicable:



• Instrument Runlogs
• Initial and Continuing Calibration Blanks
• Initial and Continuing Calibration Checks
• High and Low Check Standards
• Interfering Element Check Standards
• Method Blank Summaries
• Matrix Spike and Duplicate Summaries
• Blank Spike and Lab Control Sample Summaries
• Serial Dilution Summaries
• IDL and Linear Range Summaries



Dayton, NJ
Section 6
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



15:53  MA47746-STD1    1                 See rerun, sample intro not stable. 



15:58  MA47746-STD2    1                 See rerun, sample intro not stable. 



16:03  MA47746-STD3    1                 STDA 



16:08  MA47746-STD4    1                 STDB 



16:13  MA47746-STD5    1                 STDC 



16:18  MA47746-STD6    1                 STDD 



16:23  MA47746-STD7    1                 STDE 



16:28  MA47746-STD8    1                 STDF 



16:33  MA47746-STD9    1                 STDG 



16:38  MA47746-STD10   1                 STDH 



16:43  MA47746-STD11   1                 STDI 



16:48  MA47746-STD12   1                 STDJ 



16:58  ZZZZZZ          1                  



17:17  MA47746-ICVA1   1                  



17:22  MA47746-ICV1    1                 60ppb Al. 



17:32  MA47746-ICB1    1                  



17:37  MA47746-CCVA1   1                  



17:42  MA47746-CCB1    1                  



17:47  MA47746-CRI1    1                 See rerun 



17:58  MA47746-CRI2    1                  



18:11  MA47746-ICSA1   1                  



18:16  MA47746-ICSAB1  1                  



18:21  ZZZZZZ          1                  



18:26  ZZZZZZ          1                  



18:31  MA47746-CCVA2   1                  



18:36  MA47746-CCB2    1                  



18:41  MP18161-MB1     1                  



18:46  MP18161-B1      1                  



18:51  MP18161-S1      1                  



18:56  MP18161-S2      1                  



19:01  JC97339-3A      1                 (sample used for QC only; not part of login JC97382) 



19:06  MP18161-S3      1                  



19:11  MP18161-S4      1                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



19:16  JC97339-3FA     1                 (sample used for QC only; not part of login JC97382) 



19:21  ZZZZZZ          1                  



19:26  ZZZZZZ          1                  



19:31  MA47746-CCVA3   1                  



19:36  MA47746-CCB3    1                  



19:41  ZZZZZZ          1                  



19:46  ZZZZZZ          1                  



19:51  ZZZZZZ          1                  



19:56  ZZZZZZ          1                  



20:01  ZZZZZZ          1                  



20:06  ZZZZZZ          1                  



20:11  ZZZZZZ          1                  



20:16  ZZZZZZ          1                  



20:21  ZZZZZZ          1                  



20:26  ZZZZZZ          1                  



20:31  MA47746-CCVA4   1                  



20:36  MA47746-CCB4    1                  



20:41  ZZZZZZ          1                  



20:46  ZZZZZZ          1                  



20:51  ZZZZZZ          1                  



20:56  ZZZZZZ          1                  



21:01  ZZZZZZ          1                  



21:06  ZZZZZZ          1                  



21:11  MP18162-MB1     1                  



21:16  MP18162-B1      1                  



21:21  MP18162-S1      1                  



21:26  MP18162-S2      1                  



21:31  MA47746-CCVA5   1                  



21:36  MA47746-CCB5    1                  



21:41  JC97339-11A     1                 (sample used for QC only; not part of login JC97382) 



21:46  ZZZZZZ          1                  



21:51  ZZZZZZ          1                  



21:56  ZZZZZZ          1                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



22:01  ZZZZZZ          1                  



22:06  ZZZZZZ          1                  



22:11  ZZZZZZ          1                  



22:16  ZZZZZZ          1                  



22:22  ZZZZZZ          1                  



22:26  ZZZZZZ          1                  



22:32  MA47746-CCVA6   1                  



22:37  MA47746-CCB6    1                  



22:42  MP18163-MB1     1                  



22:47  MP18163-B1      1                  



22:52  MP18163-S1      1                 As overrange 



22:57  MP18163-S2      1                 As overrange 



23:02  JC97339-17A     1                 (sample used for QC only; not part of login JC97382) 



23:07  ZZZZZZ          1                  



23:12  ZZZZZZ          1                  



23:17  ZZZZZZ          1                  



23:22  ZZZZZZ          1                  



23:27  ZZZZZZ          1                  



23:32  MA47746-CCVA7   1                  



23:37  MA47746-CCB7    1                  



23:42  ZZZZZZ          1                  



23:47  ZZZZZZ          1                  



23:52  ZZZZZZ          1                  



23:57  MP18043-MB1     2                  



00:02  MP18043-B1      2                  



00:07  MA47746-CCVA8   1                  



00:12  MA47746-CCB8    1                  



00:17  MP18043-S1      2                 To reanalysis for Zn. Cr=380ppb 



00:22  MP18043-S2      2                 To reanalysis for Zn. Cr=380ppb 



00:27  JC97373-1       2                 (sample used for QC only; not part of login JC97382) 



00:32  MP18043-SD1     10                To reanalysis for Zn. Cr=380ppb 



00:37  MP18043-S3      2                 To reanalysis for Zn. Cr=380ppb 



00:42  MP18043-S4      2                 To reanalysis for Zn. Cr=380ppb 



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



00:47  JC97373-1F      2                 (sample used for QC only; not part of login JC97382) 



00:52  MP18043-SD2     10                To reanalysis for Zn. Cr=380ppb 



00:57  ZZZZZZ          2                  



01:02  ZZZZZZ          2                  



01:07  MA47746-CCVA9   1                  



01:12  MA47746-CCB9    1                  



01:17  ZZZZZZ          2                  



01:22  ZZZZZZ          2                  



01:27  ZZZZZZ          2                  



01:32  ZZZZZZ          2                  



01:37  ZZZZZZ          2                  



01:42  JC97382-1       2                  



01:47  JC97382-2       2                 Na=500ppm 



01:52  JC97382-3       2                 Batch to reanalysis for Zn. 
----------->   Last reportable sample/prep for job JC97382 



01:57  ZZZZZZ          1                  



02:02  MA47746-CCVA10  1                  



02:08  MA47746-CCB10   1                  
----------->   Last reportable CCB for job JC97382      



02:13  ZZZZZZ          2                  



02:18  ZZZZZZ          2                  



02:23  ZZZZZZ          1                  



02:28  ZZZZZZ          1                  



02:33  ZZZZZZ          1                  



02:38  MA47746-CCVA11  1                  



Refer to raw data for calibration curve and standards.



_________________________________________________________________________________________________________
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o u e b g n i   e g a l   n



16:58  ZZZZZZ          1        



17:17  MA47746-ICVA1   1        X X X X X X X X X X X X X X X X X X X X X X 



17:22  MA47746-ICV1    1        X                                           



17:32  MA47746-ICB1    1        X X X X X X X X X X X X X X X X X X X X X X 



17:37  MA47746-CCVA1   1        X X X X X X X X X X X X X X X X X X X X X X 



17:42  MA47746-CCB1    1        X X X X X X X X X X X X X X X X X X X X X X 



17:47  MA47746-CRI1    1        See rerun



17:58  MA47746-CRI2    1        X X X X X X X X X X X X X X X X X X X X X X 



18:11  MA47746-ICSA1   1        X X X X X X X X X X X X X X X X X X X X X X 



18:16  MA47746-ICSAB1  1        X X X X X X X X X X X X X X X X X X X X X X 



18:21  ZZZZZZ          1        



18:26  ZZZZZZ          1        



18:31  MA47746-CCVA2   1        X X X X X X X X X X X X X X X X X X X X X X 



18:36  MA47746-CCB2    1        X X X X X X X X X X X X X X X X X X X X X X 



18:41  MP18161-MB1     1            X                                       



18:46  MP18161-B1      1            X                                       



18:51  MP18161-S1      1            X                                       



18:56  MP18161-S2      1            X                                       



19:01  JC97339-3A      1            X                                       (a)



19:06  MP18161-S3      1            X                                       



19:11  MP18161-S4      1            X                                       



19:16  JC97339-3FA     1            X                                       (a)



19:21  ZZZZZZ          1        



19:26  ZZZZZZ          1        



19:31  MA47746-CCVA3   1        X X X X X X X X X X X X X X X X X X X X X X 



19:36  MA47746-CCB3    1        X X X X X X X X X X X X X X X X X X X X X X 



19:41  ZZZZZZ          1        



19:46  ZZZZZZ          1        



19:51  ZZZZZZ          1        



19:56  ZZZZZZ          1        



20:01  ZZZZZZ          1        



20:06  ZZZZZZ          1        



20:11  ZZZZZZ          1        



Element: A S A B B C C C C C F P M M N K S A N T V Z
l b s a e d a r o u e b g n i   e g a l   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o u e b g n i   e g a l   n



20:16  ZZZZZZ          1        



20:21  ZZZZZZ          1        



20:26  ZZZZZZ          1        



20:31  MA47746-CCVA4   1        X X X X X X X X X X X X X X X X X X X X X X 



20:36  MA47746-CCB4    1        X X X X X X X X X X X X X X X X X X X X X X 



20:41  ZZZZZZ          1        



20:46  ZZZZZZ          1        



20:51  ZZZZZZ          1        



20:56  ZZZZZZ          1        



21:01  ZZZZZZ          1        



21:06  ZZZZZZ          1        



21:11  MP18162-MB1     1            X                                       



21:16  MP18162-B1      1            X                                       



21:21  MP18162-S1      1            X                                       



21:26  MP18162-S2      1            X                                       



21:31  MA47746-CCVA5   1        X X X X X X X X X X X X X X X X X X X X X X 



21:36  MA47746-CCB5    1        X X X X X X X X X X X X X X X X X X X X X X 



21:41  JC97339-11A     1            X                                       (a)



21:46  ZZZZZZ          1        



21:51  ZZZZZZ          1        



21:56  ZZZZZZ          1        



22:01  ZZZZZZ          1        



22:06  ZZZZZZ          1        



22:11  ZZZZZZ          1        



22:16  ZZZZZZ          1        



22:22  ZZZZZZ          1        



22:26  ZZZZZZ          1        



22:32  MA47746-CCVA6   1        X X X X X X X X X X X X X X X X X X X X X X 



22:37  MA47746-CCB6    1        X X X X X X X X X X X X X X X X X X X X X X 



22:42  MP18163-MB1     1            X                                 X     



22:47  MP18163-B1      1            X                                 X     



22:52  MP18163-S1      1                                              X     



22:57  MP18163-S2      1                                              X     



Element: A S A B B C C C C C F P M M N K S A N T V Z
l b s a e d a r o u e b g n i   e g a l   n



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o u e b g n i   e g a l   n



23:02  JC97339-17A     1            X                                       (a)



23:07  ZZZZZZ          1        



23:12  ZZZZZZ          1        



23:17  ZZZZZZ          1        



23:22  ZZZZZZ          1        



23:27  ZZZZZZ          1        



23:32  MA47746-CCVA7   1        X X X X X X X X X X X X X X X X X X X X X X 



23:37  MA47746-CCB7    1        X X X X X X X X X X X X X X X X X X X X X X 



23:42  ZZZZZZ          1        



23:47  ZZZZZZ          1        



23:52  ZZZZZZ          1        



23:57  MP18043-MB1     2        X X X X X X X X X X X X X X X X X X X X X X 



00:02  MP18043-B1      2        X X X X X X X X X X X X X X X X X X X X X X 



00:07  MA47746-CCVA8   1        X X X X X X X X X X X X X X X X X X X X X X 



00:12  MA47746-CCB8    1        X X X X X X X X X X X X X X X X X X X X X X 



00:17  MP18043-S1      2        X X X X X X X   X X X X X X X X X X X X X   



00:22  MP18043-S2      2        X X X X X X X   X X X X X X X X X X X X X   



00:27  JC97373-1       2        X X X X X X X   X X X X X X X X X X X X X   (a)



00:32  MP18043-SD1     10         X X X X X X   X X X X X X X X X X X X X   



00:37  MP18043-S3      2        X X X X X X X   X X X X X X X X X X X X X   



00:42  MP18043-S4      2        X X X X X X X   X X X X X X X X X X X X X   



00:47  JC97373-1F      2        X X X X X X X   X X X X X X X X X X X X X   (a)



00:52  MP18043-SD2     10       X X X X X X X   X X X X X X X X X X X X X   



00:57  ZZZZZZ          2        



01:02  ZZZZZZ          2        



01:07  MA47746-CCVA9   1        X X X X X X X X X X X X X X X X X X X X X X 



01:12  MA47746-CCB9    1        X X X X X X X X X X X X X X X X X X X X X X 



01:17  ZZZZZZ          2        



01:22  ZZZZZZ          2        



01:27  ZZZZZZ          2        



01:32  ZZZZZZ          2        



01:37  ZZZZZZ          2        



01:42  JC97382-1       2        X X X X X X X X X X X X X X X X X X X X X   



Element: A S A B B C C C C C F P M M N K S A N T V Z
l b s a e d a r o u e b g n i   e g a l   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o u e b g n i   e g a l   n



01:47  JC97382-2       2        X X X X X X X X X X X X X X X X X X   X X   



01:52  JC97382-3       2        X X X X X X X X X X X X X X X X X X X X X   



01:57  ZZZZZZ          1        



02:02  MA47746-CCVA10  1        X X X X X X X X X X X X X X X X X X X X X X 



02:08  MA47746-CCB10   1        X X X X X X X X X X X X X X X X X X X X X X 



02:13  ZZZZZZ          2        



02:18  ZZZZZZ          2        



02:23  ZZZZZZ          1        



02:28  ZZZZZZ          1        



02:33  ZZZZZZ          1        



02:38  MA47746-CCVA11  1        X X X X X X X X X X X X X X X X X X X X X X 



(a) Sample used for QC only; not part of login JC97382.



Element: A S A B B C C C C C F P M M N K S A N T V Z
l b s a e d a r o u e b g n i   e g a l   n
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



15:53  MA47746-STD1   No results reported for the elements associated with this internal standard.



15:58  MA47746-STD2   No results reported for the elements associated with this internal standard.



16:03  MA47746-STD3   100       100       100       100       100       100       100       100       



16:08  MA47746-STD4   101.872   100.325   106.146   99.625    99.215    108.405   99.889    100.144   



16:13  MA47746-STD5   101.519   100.127   111.78    99.654    98.211    111.871   99.166    99.3      



16:18  MA47746-STD6   99.101    100.155   104.926   99.159    98.722    107.81    99.189    100.032   



16:23  MA47746-STD7   98.31     98.698    105.033   99.213    98.103    108.035   99.262    99.549    



16:28  MA47746-STD8   98.578    98.136    105.007   97.218    97.56     106.509   97.501    99.227    



16:33  MA47746-STD9   95.566    98.301    105.173   98.231    96.933    106.562   99.476    98.848    



16:38  MA47746-STD10  98.021    100.981   107.642   99.683    98.572    110.014   99.9      100.753   



16:43  MA47746-STD11  98.001    101.052   107.297   99.441    99.548    109.311   99.113    99.544    



16:48  MA47746-STD12  94.965    100.506   107.9     100.277   98.347    108.905   99.053    98.942    



16:58  ZZZZZZ         96.201    100.504   110.052   100.923   99.436    110.473   100.88    100.838   



17:17  MA47746-ICVA1  96.813    99.812    111.81    101.284   98.957    112.775   99.897    100.106   



17:22  MA47746-ICV1   97.866    100.047   110.809   99.753    99.299    111.88    101.021   99.982    



17:32  MA47746-ICB1   97.518    100.506   110.559   99.5      98.54     111.922   99.241    100.349   



17:37  MA47746-CCVA1  97.525    101.396   111.089   99.977    99.59     111.917   98.595    101.069   



17:42  MA47746-CCB1   97.705    100.071   109.062   99.203    98.893    109.654   99.18     100.276   



17:47  MA47746-CRI1   No results reported for the elements associated with this internal standard.



17:58  MA47746-CRI2   97.054    100.812   113.591   102.754   99.929    114.129   101.259   100.025   



18:11  MA47746-ICSA1  91.507    98.52     113.309   115.617   98.46     112.622   107.001   94.865    



18:16  MA47746-ICSAB1 91.795    100.203   102.662   103.848   99.199    105.282   100.93    95.839    



18:21  ZZZZZZ         91.742    97.418    107.517   100.619   97.907    110.696   100.619   98.535    



18:26  ZZZZZZ         92.85     98.077    100.019   99.829    97.931    102.424   100.144   99.592    



18:31  MA47746-CCVA2  92.117    98.863    108.431   101.017   98.715    110.225   99.11     99.417    



18:36  MA47746-CCB2   93.181    98.507    107.901   100.487   98.241    110.375   100.533   98.358    



18:41  MP18161-MB1    95.471    100.287   109.265   101.24    100.405   110.854   101.105   101.696   



18:46  MP18161-B1     94.969    101.386   108.557   100.997   100.879   111.196   100.378   101.437   



18:51  MP18161-S1     91.765    99.527    108.362   99.898    97.678    109.563   98.609    100.003   



18:56  MP18161-S2     91.175    101.695   111.474   101.713   100.181   111.055   100.534   102.006   



19:01  JC97339-3A     92.087    100.919   110.969   93.299    99.141    112.692   91.299    99.845    



19:06  MP18161-S3     92        100.581   110.125   102.114   99.012    111.448   100.627   100.903   



19:11  MP18161-S4     92.651    101.469   109.762   100.932   100.716   111.434   100.268   101.42    



_________________________________________________________________________________________________________



Page 1



34 of 595



JC97382



6
6.1.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



19:16  JC97339-3FA    94.188    99.932    108.846   100.297   99.3      111.62    99.542    99.61     



19:21  ZZZZZZ         93.918    99.207    107.887   100.793   98.318    109.326   99.668    99.172    



19:26  ZZZZZZ         94.61     98.31     106.655   99.349    98.191    109.8     98.445    98.958    



19:31  MA47746-CCVA3  91.666    96.188    106.386   98.275    96.491    107.848   97.844    98.186    



19:36  MA47746-CCB3   94.127    97.127    104.734   98.22     96.878    106.776   98.16     97.777    



19:41  ZZZZZZ         92.605    98.317    105.718   98.312    97.118    107.447   97.325    98.176    



19:46  ZZZZZZ         92.589    98.063    103.287   98.883    97.177    105.162   98.293    98.454    



19:51  ZZZZZZ         93.502    99.645    108.09    99.774    98.074    110.425   98.851    99.118    



19:56  ZZZZZZ         95.195    100.216   107.042   100.266   98.604    108.443   99.913    98.872    



20:01  ZZZZZZ         94.798    98.919    108.034   99.918    97.825    108.213   99.16     98.248    



20:06  ZZZZZZ         93.896    99.208    106.779   98.992    97.905    109.027   98.905    98.73     



20:11  ZZZZZZ         94.828    97.714    107.086   99.885    98.014    108.862   98.881    97.639    



20:16  ZZZZZZ         94.396    98.055    106.452   99.466    97.956    109.108   98.963    98.643    



20:21  ZZZZZZ         93.59     98.319    105.71    89.422    97.298    107.947   91.253    98.337    



20:26  ZZZZZZ         93.705    96.295    105.264   98.157    96.76     106.933   98.117    97.073    



20:31  MA47746-CCVA4  93.592    96.769    104.691   97.229    95.899    106.732   96.505    97.242    



20:36  MA47746-CCB4   94.38     96.958    104.357   98.421    96.059    107.359   98.507    96.706    



20:41  ZZZZZZ         92.407    97.02     106.184   98.989    96.397    106.839   98.121    96.539    



20:46  ZZZZZZ         92.347    96.394    105.224   98.537    96.699    106.656   97.952    96.312    



20:51  ZZZZZZ         92.826    97.135    106.492   99.036    96.165    108.016   98.211    97.037    



20:56  ZZZZZZ         93.182    96.629    106.335   99.453    96.259    108.582   98.838    95.958    



21:01  ZZZZZZ         93.024    98.036    106.582   99.943    96.378    106.781   97.302    96.592    



21:06  ZZZZZZ         86.62     88.484    107.268   99.601    89.768    107.714   97.344    89.778    



21:11  MP18162-MB1    98.405    97.982    108.001   101.359   97.451    109.194   100.079   98.283    



21:16  MP18162-B1     95.553    95.824    105.386   99.541    96.377    106.679   98.005    97.357    



21:21  MP18162-S1     92.941    95.604    105.656   88.679    95.141    107.167   87.639    96.373    



21:26  MP18162-S2     92.025    96.393    106.56    100.975   95.128    107.64    97.723    96.617    



21:31  MA47746-CCVA5  93.516    95.501    105.911   99.272    95.158    107.525   96.826    96.655    



21:36  MA47746-CCB5   93.794    94.818    97.659    98.532    95.343    99.332    97.77     95.51     



21:41  JC97339-11A    92.735    95.748    106.411   99.336    94.123    109.242   97.434    95.576    



21:46  ZZZZZZ         94.837    96.421    106.437   99.786    95.156    107.067   97.855    95.728    



21:51  ZZZZZZ         94.336    95.45     105.487   98.7      95.201    107.572   97.327    95.959    



21:56  ZZZZZZ         94.581    94.151    105.06    99.039    94.397    107.268   97.843    94.954    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



22:01  ZZZZZZ         92.515    94.252    105.039   98.307    95.153    107.186   96.979    94.66     



22:06  ZZZZZZ         94.444    94.515    104.436   99.169    94.825    106.524   97.768    95.94     



22:11  ZZZZZZ         93.364    94.1      103.611   97.06     94.031    104.522   96.302    93.191    



22:16  ZZZZZZ         93.174    93.743    104.079   97.452    93.315    106.196   96.306    94.292    



22:22  ZZZZZZ         92.876    93.273    105.639   98.416    93.236    106.435   97.171    93.706    



22:26  ZZZZZZ         94.562    94.252    104.357   99.089    94.237    106.283   96.601    95.344    



22:32  MA47746-CCVA6  94.308    93.353    103.935   97.034    92.705    104.32    95.644    94.157    



22:37  MA47746-CCB6   93.497    93.301    103.487   99.026    92.894    105.69    96.434    93.578    



22:42  MP18163-MB1    95.482    94.514    106.169   98.327    94.609    106.208   97.133    95.214    



22:47  MP18163-B1     94.941    93.943    104.411   97.649    94.328    106.077   96.496    94.735    



22:52  MP18163-S1     92.343    93.147    103.565   98.316    92.488    105.441   96.315    94.136    



22:57  MP18163-S2     93.141    93.689    103.609   97.07     93.417    104.383   95.434    94.681    



23:02  JC97339-17A    93.715    93.278    102.584   95.949    92.951    103.657   94.923    94.126    



23:07  ZZZZZZ         92.03     94.909    104.938   96.192    92.38     104.072   93.096    92.591    



23:12  ZZZZZZ         93.294    94.546    104.017   96.953    92.397    104.433   94.279    93.425    



23:17  ZZZZZZ         94.627    93.075    102.296   95.272    93.444    103.223   94.865    94.326    



23:22  ZZZZZZ         94.944    93.954    101.501   96.563    92.728    103.073   94.347    93.072    



23:27  ZZZZZZ         94.557    92.863    102.278   96.131    92.251    102.791   95.234    93.649    



23:32  MA47746-CCVA7  94.471    92.497    102.56    97.545    92.559    103.401   95.584    93.226    



23:37  MA47746-CCB7   96.539    93.23     105.935   94.99     92.981    104.87    94.178    93.415    



23:42  ZZZZZZ         95.056    94.083    102.544   95.161    93.188    104.712   93.981    93.487    



23:47  ZZZZZZ         94.065    92.722    101.841   89.089    92.253    103.466   87.803    92.373    



23:52  ZZZZZZ         94.784    93.722    102.549   95.836    91.96     102.456   93.318    92.988    



23:57  MP18043-MB1    93.97     89.464    96.992    94.821    92.647    101.655   102.55    92.273    



00:02  MP18043-B1     94.031    89.762    96.934    96.166    92.771    99.858    103.195   91.727    



00:07  MA47746-CCVA8  95.767    92.929    103.503   95.734    92.391    103.522   93.54     93.713    



00:12  MA47746-CCB8   94.915    91.808    102.527   95.307    90.819    103.582   93.818    92.14     



00:17  MP18043-S1     92.915    89.859    97.309    96.74     93.284    100.908   103.7     92.928    



00:22  MP18043-S2     91.44     88.305    95.58     96.646    90.621    100.328   105.54    91.896    



00:27  JC97373-1      92.308    88.23     95.566    94.889    91.163    101.726   101.596   91.85     



00:32  MP18043-SD1    93.847    90.14     100.599   92.975    89.894    101.776   91.902    90.033    



00:37  MP18043-S3     92.328    87.699    95.571    95.423    91.159    100.029   103.262   91.677    



00:42  MP18043-S4     92.196    87.262    94.909    95.629    91.882    100.108   103.737   91.806    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



00:47  JC97373-1F     91.315    86.687    94.538    93.074    90.674    100.498   102.843   90.466    



00:52  MP18043-SD2    94.978    89.458    98.895    92.633    89.112    100.753   91.37     89.956    



00:57  ZZZZZZ         91.815    87.971    95.947    95.143    90.568    100.459   102.299   91.21     



01:02  ZZZZZZ         93.485    88.52     95.224    88.494    92.205    99.447    99.514    91.154    



01:07  MA47746-CCVA9  92.978    90.657    100.791   95.432    89.75     102.157   91.995    91.415    



01:12  MA47746-CCB9   95.418    89.77     100.554   94.448    88.429    100.57    92.63     89.216    



01:17  ZZZZZZ         94.296    88.244    97.055    96.265    90.69     100.925   105.753   90.301    



01:22  ZZZZZZ         94.214    89.271    98.221    97.328    91.789    102.447   108.636   92.022    



01:27  ZZZZZZ         95.839    90.178    96.552    96.883    92.484    100.506   106.884   92.09     



01:32  ZZZZZZ         96.583    89.915    98.137    97.176    93.199    102.133   106.632   93.047    



01:37  ZZZZZZ         95.497    90.071    97.859    97.926    92.78     102.279   106.867   93.029    



01:42  JC97382-1      94.647    90.149    96.264    101.2     91.071    98.582    106.011   90.644    



01:47  JC97382-2      92.087    87.425    95.827    94.754    89.727    99.273    102.141   88.387    



01:52  JC97382-3      95.271    86.489    94.648    94.996    90.625    99.194    105.134   90.119    



01:57  ZZZZZZ         93.865    89.142    98.375    92.921    88.44     98.414    90.676    89.201    



02:02  MA47746-CCVA10 93.171    90.057    101.677   94.328    89.388    100.872   91.794    89.679    



02:08  MA47746-CCB10  96.114    90.102    99.255    92.746    88.881    99.805    91.368    90.132    



02:13  ZZZZZZ         92.97     90.871    99.047    79.697    88.964    99.544    87.42     89.061    



02:18  ZZZZZZ         94.853    87.076    95.2      93.888    89.864    99.309    102.91    89.35     



02:23  ZZZZZZ         94.737    89.297    98.227    92.167    87.583    98.446    91.002    88.696    



02:28  ZZZZZZ         96.306    88.829    98.341    91.735    87.71     98.105    89.843    88.329    



02:33  ZZZZZZ         96.424    88.593    98.597    92.187    87.577    98.355    90.266    88.091    



02:38  MA47746-CCVA11 96.672    90.942    101.242   92.765    89.339    100.951   90.645    89.607    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (72-1)         60-125 %   60-125 %  
Istd#6  Germanium (72-2)         60-125 %   60-125 %  
Istd#7  Germanium (72-3)         60-125 %   60-125 %  
Istd#8  Germanium (74-1)         60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



15:53  MA47746-STD1   No results reported for the elements associated with this internal standard.



15:58  MA47746-STD2   No results reported for the elements associated with this internal standard.



16:03  MA47746-STD3   100       100       100       100       100       100       100       100       



16:08  MA47746-STD4   106.306   99.869    98.983    105.38    100.49    100.11    106.051   100.531   



16:13  MA47746-STD5   110.539   99.776    99.528    110.912   100.695   98.816    110.931   99.08     



16:18  MA47746-STD6   107.04    99.641    99.762    106.229   100.461   99.623    105.409   100.002   



16:23  MA47746-STD7   106.472   99.365    99.082    105.495   100.734   99.306    105.054   98.948    



16:28  MA47746-STD8   106.063   96.89     98.987    104.068   98.715    99.115    104.756   99.862    



16:33  MA47746-STD9   106.549   99.925    97.65     104.571   100.731   98.703    105.858   99.91     



16:38  MA47746-STD10  108.585   101.067   98.746    105.42    100.465   100.029   107.665   100.538   



16:43  MA47746-STD11  107.719   98.946    98.689    104.301   98.953    99.68     105.892   100.957   



16:48  MA47746-STD12  107.939   99.139    96.515    103.345   98.192    97.282    105.639   100.775   



16:58  ZZZZZZ         110.343   100.356   100.427   107.668   101.279   100.561   109.138   102.898   



17:17  MA47746-ICVA1  111.724   101.459   97.726    105.794   97.532    99.028    110.036   101.939   



17:22  MA47746-ICV1   110.032   100.195   100.685   108.163   101.905   100.792   110.047   101.627   



17:32  MA47746-ICB1   111.079   98.66     100.065   107.321   101.155   100.086   109.851   103.356   



17:37  MA47746-CCVA1  110.483   99.179    99.71     105.573   99.054    100.266   109.06    101.742   



17:42  MA47746-CCB1   109.405   98.823    99.706    107.005   101.271   99.835    108.649   101.132   



17:47  MA47746-CRI1   No results reported for the elements associated with this internal standard.



17:58  MA47746-CRI2   113.309   101.397   100.614   108.792   101.039   101.414   112.121   101.923   



18:11  MA47746-ICSA1  108.493   103.661   89.285    95.744    97.422    92.477    102.7     100.308   



18:16  MA47746-ICSAB1 100.018   97.554    90.053    88.306    90.166    93.181    93.079    100.767   



18:21  ZZZZZZ         109.527   100.047   99.15     105.702   101.771   99.285    108.543   102.697   



18:26  ZZZZZZ         101.511   100.037   99.34     99.109    102.141   99.997    100.865   102.458   



18:31  MA47746-CCVA2  109.485   99.47     98.045    104.525   99.495    99.375    107.705   101.71    



18:36  MA47746-CCB2   109.858   100.507   99.763    106.313   103.243   100.064   107.665   102.172   



18:41  MP18161-MB1    110.798   101.746   101.366   108.1     104.943   101.301   109.643   103.4     



18:46  MP18161-B1     110.321   99.952    100.363   106.401   101.62    101.479   108.337   103.64    



18:51  MP18161-S1     108.885   100.259   96.511    102.328   98.548    98.591    106.877   102.862   



18:56  MP18161-S2     110.786   100.9     98.755    104.497   98.126    101.64    108.046   105.496   



19:01  JC97339-3A     111.608   91.445    97.328    104.543   91.3      100.248   109.068   104.945   



19:06  MP18161-S3     109.955   101.683   96.606    103.154   99.504    99.465    107.8     102.92    



19:11  MP18161-S4     109.731   100.749   97.658    103.876   99.22     100.002   107.899   103.324   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



19:16  JC97339-3FA    109.65    99.381    96.905    103.025   99.649    100.51    106.519   104.301   



19:21  ZZZZZZ         108.504   99.478    96.959    102.894   99.842    99.405    106.338   103.236   



19:26  ZZZZZZ         108.702   99.3      96.348    102.827   99.52     100.008   106.063   103.238   



19:31  MA47746-CCVA3  107.442   98.178    95.708    103.054   98.986    96.89     105.511   101.578   



19:36  MA47746-CCB3   106.1     98.344    98.362    104.781   101.561   98.682    105.389   102.209   



19:41  ZZZZZZ         107.282   98.081    96.17     101.852   98.997    98.165    104.402   104.293   



19:46  ZZZZZZ         105.795   98.922    95.432    99.131    99.435    98.537    101.793   102.932   



19:51  ZZZZZZ         109.416   99.557    95.66     102.893   98.933    98.818    106.435   104.877   



19:56  ZZZZZZ         107.516   100.074   96.407    100.453   99.184    99.455    104.299   104.514   



20:01  ZZZZZZ         106.962   98.108    95.037    100.872   98.297    98.249    104.879   102.974   



20:06  ZZZZZZ         107.785   99.457    96.424    101.511   98.944    99.401    105.018   104.901   



20:11  ZZZZZZ         108.374   99.122    95.937    102.209   99.157    98.733    105.961   103.636   



20:16  ZZZZZZ         107.92    98.657    96.694    102.777   99.214    98.868    105.513   104.801   



20:21  ZZZZZZ         107.255   91.295    95.899    101.44    90.019    98.827    104.905   104.715   



20:26  ZZZZZZ         106.095   97.649    95.299    101.002   98.646    97.788    104.191   103.727   



20:31  MA47746-CCVA4  105.689   97.879    96.255    101.839   98.712    97.632    103.947   101.913   



20:36  MA47746-CCB4   105.928   99.102    98.02     102.875   102.132   99.13     104.569   102.977   



20:41  ZZZZZZ         106.429   97.719    94.701    100.684   97.405    97.871    104.472   104.474   



20:46  ZZZZZZ         104.698   97.705    94.312    99.824    98.162    97.742    103.849   103.187   



20:51  ZZZZZZ         106.49    98.456    94.155    101.007   98.422    97.258    104.887   103.683   



20:56  ZZZZZZ         107.02    98.478    93.57     100.653   98.546    97.144    104.932   103.835   



21:01  ZZZZZZ         105.985   98.154    93.359    99.793    97.064    97.306    104.644   103.651   



21:06  ZZZZZZ         106.724   97.669    85.184    99.406    96.251    88.783    104.669   92.975    



21:11  MP18162-MB1    108.327   100.397   98.566    104.839   102.43    99.842    106.755   104.629   



21:16  MP18162-B1     106.484   98.288    95.97     101.715   99.586    98.482    105.409   104.303   



21:21  MP18162-S1     106.741   87.769    93.218    100.055   85.659    96.481    104.885   103.156   



21:26  MP18162-S2     106.543   98.451    92.993    99.637    96.02     96.621    104.828   103.116   



21:31  MA47746-CCVA5  106.276   98.058    95.705    101.256   97.829    97.089    104.884   103.513   



21:36  MA47746-CCB5   98.852    97.846    96.03     95.078    99.748    96.638    97.317    104.629   



21:41  JC97339-11A    107.41    97.843    92.379    100.199   96.799    96.04     104.92    103.812   



21:46  ZZZZZZ         106.759   97.498    93.422    100.212   96.426    96.846    104.94    104.554   



21:51  ZZZZZZ         107.089   97.132    94.097    100.342   97.141    97.533    104.335   104.588   



21:56  ZZZZZZ         105.764   98.095    93.159    99.955    98.056    96.537    104.783   104.209   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



22:01  ZZZZZZ         105.238   98.125    92.73     99.81     97.204    96.424    104.671   103.619   



22:06  ZZZZZZ         105.932   97.462    94.311    100.26    98.154    96.503    104.251   103.501   



22:11  ZZZZZZ         104.041   95.944    93.255    98.781    97.151    96.876    103.409   104.354   



22:16  ZZZZZZ         104.552   96.939    93.14     99.921    97.28     96.025    103.935   103.94    



22:22  ZZZZZZ         106.088   96.576    92.468    99.775    96.583    95.621    104.713   103.323   



22:26  ZZZZZZ         105.011   96.953    94.079    99.605    97.227    96.938    104.523   105.073   



22:32  MA47746-CCVA6  103.917   95.811    93.126    98.378    96.623    94.758    102.191   102.498   



22:37  MA47746-CCB6   104.047   96.593    94.013    100.5     99.169    95.434    103.287   103.086   



22:42  MP18163-MB1    104.892   97.67     95.413    101.801   100.191   96.879    104.656   102.232   



22:47  MP18163-B1     105.351   96.922    94.151    100.428   97.528    95.54     103.888   102.762   



22:52  MP18163-S1     104.232   95.938    91.709    98.273    96.305    94.884    101.794   101.863   



22:57  MP18163-S2     104.813   95.744    91.882    98.39     95.029    94.766    102.089   103.368   



23:02  JC97339-17A    103.597   95.101    91.914    97.209    95.798    94.457    101.782   102.866   



23:07  ZZZZZZ         103.384   93.112    88.874    94.905    91.497    93.002    101.333   103.467   



23:12  ZZZZZZ         102.961   94.705    89.153    94.896    93.053    93.167    100.75    104.371   



23:17  ZZZZZZ         102.654   94.101    91.88     96.934    95.435    95.349    100.672   104.076   



23:22  ZZZZZZ         103.09    95.015    91.876    97.073    95.869    97.688    101.476   104.011   



23:27  ZZZZZZ         102.699   95.179    91.319    97.334    95.992    94.16     100.839   103.011   



23:32  MA47746-CCVA7  102.845   95.199    91.789    97.928    96.549    94.094    100.68    103.248   



23:37  MA47746-CCB7   104.892   94.531    94.19     102.189   97.141    94.778    104.059   102.934   



23:42  ZZZZZZ         103.675   94.286    91.496    97.245    93.42     95.303    101.728   104.426   



23:47  ZZZZZZ         103.105   88.293    90.09     96.909    88.904    93.553    100.49    103.437   



23:52  ZZZZZZ         102.118   93.144    89.653    93.78     91.85     93.01     97.978    103.488   



23:57  MP18043-MB1    101.115   103.706   91.229    96.283    98.205    92.346    97.12     102.635   



00:02  MP18043-B1     100.648   104.135   90.323    95.165    95.315    92.293    96.297    103.814   



00:07  MA47746-CCVA8  102.965   93.412    91.981    97.74     94.09     93.872    100.871   103.032   



00:12  MA47746-CCB8   102.114   93.875    92.777    98.527    96.937    93.857    101.1     102.969   



00:17  MP18043-S1     100.217   103.129   89.042    94.06     95.43     91.94     95.837    102.023   



00:22  MP18043-S2     99.48     106.18    88.246    92.822    95.675    90.853    94.881    102.771   



00:27  JC97373-1      100.223   102.441   88.261    93.641    95.611    90.874    95.942    103.784   



00:32  MP18043-SD1    100.571   93.006    90.603    96.093    93.997    92.996    99.209    103.911   



00:37  MP18043-S3     99.421    103.627   87.531    92.949    94.004    90.512    94.637    102.49    



00:42  MP18043-S4     100.201   103.244   87.196    92.086    93.372    89.555    94.185    101.361   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



00:47  JC97373-1F     98.902    103.035   87.318    92.519    93.055    90.3      94.77     101.795   



00:52  MP18043-SD2    100.207   90.823    89.859    96.18     94.28     92.42     98.921    102.529   



00:57  ZZZZZZ         99.525    102.621   87.118    92.714    94.85     90.488    94.223    102.624   



01:02  ZZZZZZ         98.733    99.687    87.313    92.417    88.71     90.439    94.615    102.353   



01:07  MA47746-CCVA9  100.938   91.951    89.306    95.132    92.263    91.727    97.88     102.356   



01:12  MA47746-CCB9   100.316   92.618    89.747    95.698    94.088    90.483    98.248    102.105   



01:17  ZZZZZZ         100.144   105.956   89.374    94.717    96.634    90.015    95.733    102.407   



01:22  ZZZZZZ         101.346   107.45    87.987    93.365    94.97     91.101    95.784    103.261   



01:27  ZZZZZZ         100.011   106.378   88.014    91.68     94.885    90.941    94.047    103.103   



01:32  ZZZZZZ         101.946   106.931   88.27     93.183    94.893    91.102    94.994    102.66    



01:37  ZZZZZZ         101.854   106.543   88.635    94.169    94.956    91.047    95.6      102.857   



01:42  JC97382-1      97.242    106.526   88.062    92.5      98.697    89.828    93.112    103.392   



01:47  JC97382-2      97.351    102.368   83.337    88.124    90.784    86.827    90.929    100.614   



01:52  JC97382-3      97.79     105.298   87.411    92.703    96.448    88.853    92.838    101.563   



01:57  ZZZZZZ         97.975    90.875    89.619    94.428    93.353    90.414    96.189    102.502   



02:02  MA47746-CCVA10 100.569   91.987    88.083    94.091    91.46     89.498    97.425    100.416   



02:08  MA47746-CCB10  99.324    91.116    89.181    94.712    93.215    90.446    96.579    101.913   



02:13  ZZZZZZ         97.316    86.14     86.136    91.607    74.703    88.108    92.551    102.367   



02:18  ZZZZZZ         98.289    103.237   86.695    92.715    94.767    88.072    92.61     102.526   



02:23  ZZZZZZ         98.428    90.39     88.677    94.22     93.084    89.543    95.675    100.217   



02:28  ZZZZZZ         97.849    90.107    87.953    93.554    92.772    89.351    94.725    100.045   



02:33  ZZZZZZ         97.816    90.619    88.049    93.655    93.146    89.056    94.715    100.486   



02:38  MA47746-CCVA11 99.63     91.048    88.041    93.221    91.384    90.177    96.726    102.294   



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Germanium (74-2)         60-125 %   60-125 %  
Istd#10 Germanium (74-3)         60-125 %   60-125 %  
Istd#11 Rhodium (103-1)          60-125 %   60-125 %  
Istd#12 Rhodium (103-2)          60-125 %   60-125 %  
Istd#13 Rhodium (103-3)          60-125 %   60-125 %  
Istd#14 Indium (115-1)           60-125 %   60-125 %  
Istd#15 Indium (115-2)           60-125 %   60-125 %  
Istd#16 Terbium (159-1)          60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



15:53  MA47746-STD1   No results reported for the elements associated with this internal standard.



15:58  MA47746-STD2   No results reported for the elements associated with this internal standard.



16:03  MA47746-STD3   100       100       100       100       100       100       



16:08  MA47746-STD4   106.193   101.533   100.247   106.365   99.86     106.774   



16:13  MA47746-STD5   110.748   101.69    100.121   111.442   99.517    110.566   



16:18  MA47746-STD6   105.493   100.829   99.081    106.02    99.994    106.8     



16:23  MA47746-STD7   106.611   101.617   100.729   106.876   100.303   106.91    



16:28  MA47746-STD8   105.19    100.198   99.342    104.922   100.843   105.735   



16:33  MA47746-STD9   105.323   101.536   98.761    105.404   98.351    105.878   



16:38  MA47746-STD10  106.326   101.617   99.377    107.499   99.742    106.998   



16:43  MA47746-STD11  107.055   101.564   100.052   107.887   98.555    105.196   



16:48  MA47746-STD12  106.258   102.12    99.1      107.286   96.037    102.841   



16:58  ZZZZZZ         107.779   101.626   100.661   108.336   101.082   108.699   



17:17  MA47746-ICVA1  109.32    100.628   100.294   109.464   99.03     108.23    



17:22  MA47746-ICV1   108.018   102.014   100.652   108.338   102.391   108.482   



17:32  MA47746-ICB1   106.942   101.246   99.465    107.947   100.562   109.021   



17:37  MA47746-CCVA1  108.625   101.452   100.811   108.406   99.937    106.849   



17:42  MA47746-CCB1   106.894   101.767   99.286    107.031   101.163   108.018   



17:47  MA47746-CRI1   No results reported for the elements associated with this internal standard.



17:58  MA47746-CRI2   108.761   101.438   99.469    108.963   100.656   109.2     



18:11  MA47746-ICSA1  104.532   105.438   97.638    105.232   90.236    96.935    



18:16  MA47746-ICSAB1 95.434    97.979    98.649    95.831    90.746    89.197    



18:21  ZZZZZZ         105.799   101.55    99.674    106.212   99.838    107.026   



18:26  ZZZZZZ         99.153    102.024   99.91     99.32     100.141   100.562   



18:31  MA47746-CCVA2  106.581   101.69    100.936   107.843   99.909    106.563   



18:36  MA47746-CCB2   106.188   103.036   99.794    106.174   100.51    107.284   



18:41  MP18161-MB1    106.993   104.42    100.218   108.019   101.747   109.477   



18:46  MP18161-B1     107.803   103.961   102.286   108.143   102.165   107.714   



18:51  MP18161-S1     107.24    103.394   101.814   107.981   97.783    103.861   



18:56  MP18161-S2     108.29    102.957   104.817   108.975   99.475    105.66    



19:01  JC97339-3A     108.339   96.198    102.406   109.177   98.3      106.123   



19:06  MP18161-S3     107.776   103.801   101.122   107.848   98.854    104.378   



19:11  MP18161-S4     108.2     103.694   102.021   108.639   98.303    104.624   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



19:16  JC97339-3FA    107.224   103.117   101.368   107.636   98.29     104.712   



19:21  ZZZZZZ         106.158   104.423   99.787    106.945   98.277    104.298   



19:26  ZZZZZZ         106.272   103.667   100.64    106.91    98.607    104.772   



19:31  MA47746-CCVA3  105.259   102.509   98.704    106.56    97.816    105.226   



19:36  MA47746-CCB3   104.047   103.056   99.109    103.844   99.861    105.364   



19:41  ZZZZZZ         104.997   103.251   99.977    105.466   97.741    104.096   



19:46  ZZZZZZ         101.391   103.614   100.144   101.931   98.003    100.542   



19:51  ZZZZZZ         105.996   103.692   100.194   107.141   96.705    103.4     



19:56  ZZZZZZ         103.968   103.49    100.442   104.695   97.527    101.432   



20:01  ZZZZZZ         105.454   103.194   99.731    106.224   96.143    101.757   



20:06  ZZZZZZ         105.034   103.825   101.06    105.545   96.968    102.623   



20:11  ZZZZZZ         105.983   103.837   101.128   107.031   98.954    104.994   



20:16  ZZZZZZ         106.051   104.011   100.448   106.736   98.909    104.782   



20:21  ZZZZZZ         105.116   94.179    100.067   105.349   98.315    104.284   



20:26  ZZZZZZ         104.069   103.322   99.683    105.573   97.97     104.264   



20:31  MA47746-CCVA4  104.556   102.971   99.438    105.007   98.257    103.937   



20:36  MA47746-CCB4   103.44    103.451   98.709    103.539   99.767    104.725   



20:41  ZZZZZZ         105.093   102.711   99.884    105.379   97.983    103.764   



20:46  ZZZZZZ         103.611   103.687   99.776    104.455   98.287    103.162   



20:51  ZZZZZZ         104.829   103.211   99.789    105.741   96.022    102.844   



20:56  ZZZZZZ         104.749   103.572   100.249   105.383   96.166    102.483   



21:01  ZZZZZZ         104.658   103.859   99.6      105.45    95.888    101.814   



21:06  ZZZZZZ         105.262   102.71    91.367    105.932   88.397    101.785   



21:11  MP18162-MB1    104.749   103.616   100.179   105.729   100.887   107.319   



21:16  MP18162-B1     104.619   103.009   100.608   105.504   100.23    105.304   



21:21  MP18162-S1     104.71    94.4      99.912    105.627   95.655    102.152   



21:26  MP18162-S2     104.868   102.829   100.792   106.346   95.646    101.504   



21:31  MA47746-CCVA5  104.036   102.904   99.703    104.851   97.982    103.397   



21:36  MA47746-CCB5   96.025    101.773   97.743    97.484    97.468    97.4      



21:41  JC97339-11A    104.11    101.704   98.58     105.194   94.715    101.88    



21:46  ZZZZZZ         104.132   102.097   98.007    104.78    95.356    102.003   



21:51  ZZZZZZ         104.033   102.37    99.178    104.261   97.288    103.239   



21:56  ZZZZZZ         103.532   102.257   98.523    104.961   97.308    103.15    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



22:01  ZZZZZZ         104.234   101.924   98.831    105.098   96.17     103.36    



22:06  ZZZZZZ         102.772   102.29    98.444    103.639   97.171    103.022   



22:11  ZZZZZZ         102.104   101.946   98.775    103.374   96.461    101.734   



22:16  ZZZZZZ         102.703   101.952   98.572    104.484   97.759    103.023   



22:22  ZZZZZZ         103.457   101.62    97.549    104.155   96.708    102.964   



22:26  ZZZZZZ         103.388   101.863   98.473    104.005   97.595    102.416   



22:32  MA47746-CCVA6  101.915   101.222   97.445    102.887   96.136    101.287   



22:37  MA47746-CCB6   101.224   101.43    95.93     101.828   96.539    102.461   



22:42  MP18163-MB1    101.566   101.562   96.621    102.579   97.104    104.075   



22:47  MP18163-B1     102.357   100.899   97.823    102.891   96.898    101.989   



22:52  MP18163-S1     101.923   101.368   97.794    102.893   94.023    100.283   



22:57  MP18163-S2     102.154   100.97    97.848    103.181   94.429    100.719   



23:02  JC97339-17A    101.062   100.64    96.41     101.302   94.87     100.046   



23:07  ZZZZZZ         100.947   98.532    95.995    101.888   90.303    96.259    



23:12  ZZZZZZ         101.184   99.879    96.56     101.633   90.862    96.456    



23:17  ZZZZZZ         100.444   100.057   96.989    101.48    95.318    100.485   



23:22  ZZZZZZ         100.295   101.466   99.021    101.257   95.133    99.782    



23:27  ZZZZZZ         100.393   100.785   95.951    101.423   94.394    99.46     



23:32  MA47746-CCVA7  100.526   101.618   96.249    101.384   94.105    99.431    



23:37  MA47746-CCB7   106.07    98.587    95.132    102.701   95.851    102.116   



23:42  ZZZZZZ         100.594   98.006    96.93     101.501   94.411    99.084    



23:47  ZZZZZZ         99.92     96.714    95.36     101.161   93.555    98.895    



23:52  ZZZZZZ         102.01    98.604    96.244    99.727    90.943    94.263    



23:57  MP18043-MB1    97.609    100.204   95.232    97.825    93.367    97.401    



00:02  MP18043-B1     98.373    100.196   96.347    98.95     94.108    96.733    



00:07  MA47746-CCVA8  99.975    99.015    96.76     100.911   93.871    98.678    



00:12  MA47746-CCB8   99.232    98.239    94.723    99.966    94.614    99.42     



00:17  MP18043-S1     97.687    101.289   96.06     98.905    92.613    96.001    



00:22  MP18043-S2     97.086    100.698   95.316    98.279    92.145    95.071    



00:27  JC97373-1      97.108    100.519   94.576    97.627    92.83     96.393    



00:32  MP18043-SD1    97.755    97.059    94.423    98.273    94.25     98.962    



00:37  MP18043-S3     96.478    99.29     94.921    97.961    91.509    94.513    



00:42  MP18043-S4     96.518    98.979    94.952    97.128    91.869    94.276    



_________________________________________________________________________________________________________



Page 11



44 of 595



JC97382



6
6.1.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Cu,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



00:47  JC97373-1F     96.591    97.171    93.568    96.7      91.727    95.833    



00:52  MP18043-SD2    97.493    97.636    93.005    97.655    93.17     98.237    



00:57  ZZZZZZ         96.244    99.728    93.338    96.419    91.675    94.504    



01:02  ZZZZZZ         95.838    93.555    93.382    96.388    91.787    94.949    



01:07  MA47746-CCVA9  97.848    97.476    94.27     98.366    92.081    96.3      



01:12  MA47746-CCB9   95.971    96.365    91.923    96.398    92.306    96.542    



01:17  ZZZZZZ         95.553    98.547    92.431    95.958    91.346    94.982    



01:22  ZZZZZZ         96.25     99.014    94.026    96.896    90.858    94.741    



01:27  ZZZZZZ         94.335    98.765    93.483    94.747    90.87     92.21     



01:32  ZZZZZZ         96.395    99.528    93.568    97.447    91.268    93.849    



01:37  ZZZZZZ         96.696    99.71     93.452    97.582    91.097    94.285    



01:42  JC97382-1      95.048    106.542   97.511    99.86     91.109    94.299    



01:47  JC97382-2      93.407    97.173    92.289    95.914    85.688    89.664    



01:52  JC97382-3      93.229    99.106    90.917    94.344    89.874    93.53     



01:57  ZZZZZZ         94.923    95.588    91.817    94.923    90.938    94.727    



02:02  MA47746-CCVA10 96.491    95.874    91.528    96.964    89.022    94.383    



02:08  MA47746-CCB10  94.205    94.928    90.778    94.256    90.187    94.032    



02:13  ZZZZZZ         94.333    79.361    100.158   103.968   88.911    92.985    



02:18  ZZZZZZ         93.684    97.879    90.754    94.133    89.938    92.858    



02:23  ZZZZZZ         94.243    95.338    90.372    94.729    90.64     94.511    



02:28  ZZZZZZ         93.736    95.023    89.621    94.122    89.451    93.944    



02:33  ZZZZZZ         93.504    95.064    89.725    94.463    89.54     94.292    



02:38  MA47746-CCVA11 95.339    95.26     91.66     96.174    88.936    93.14     



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Terbium (159-2)          60-125 %   60-125 %  
Istd#18 Terbium (159-3)          60-125 %   60-125 %  
Istd#19 Holmium (165-1)          60-125 %   60-125 %  
Istd#20 Holmium (165-2)          60-125 %   60-125 %  
Istd#21 Bismuth (209-1)          60-125 %   60-125 %  
Istd#22 Bismuth (209-2)          60-125 %   60-125 %  
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47746        Units: ug/l



Time:                    17:32             17:42             18:36             19:36              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      -0.177   <25      0.267    <25      0.461    <25      0.152    <50      



Antimony       2.0      .094     0.00699  <2.0     0.0854   <2.0     0.0963   <2.0     0.111    <2.0     



Arsenic        0.50     .013     0.0000000156<0.50    0.0108   <0.50    0.0106   <0.50    0.00495  <1.0     



Barium         1.0      .008     0.00654  <1.0     0.0153   <1.0     0.0146   <1.0     0.0109   <1.0     



Beryllium      0.50     .004     0.00128  <0.50    0.00419  <0.50    0.00871  <0.50    0.0118   <0.50    



Boron          25       .65                                                                              



Cadmium        0.50     .004     -0.00228 <0.50    0.00309  <0.50    0.00539  <0.50    0.000984 <0.50    



Calcium        250      6.1      -2.78    <250     -2.74    <250     -4.39    <250     -4.24    <250     



Chromium       1.0      .014     -0.00472 <1.0     -0.00249 <1.0     -0.000922<1.0     0.000228 <4.0     



Cobalt         0.50     .002     -0.000479<0.50    0.00116  <0.50    0.00599  <0.50    0.00394  <0.50    



Copper         2.0      .021     -0.146   <2.0     -0.256   <2.0     -0.926   <2.0     -0.823   <4.0     



Iron           25       .43      0.0996   <25      0.804    <25      1.37     <25      0.798    <50      



Lead           0.50     .009     0.00774  <0.50    0.0177   <0.50    0.0191   <0.50    0.0358   <0.50    



Magnesium      250      .15      0.0354   <250     0.292    <250     1.08     <250     0.528    <250     



Manganese      1.0      .007     -0.00386 <1.0     -0.00107 <1.0     0.00571  <1.0     0.000486 <1.0     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     -0.00393 <1.0     -0.00555 <1.0     0.00847  <1.0     0.00341  <4.0     



Potassium      250      .71      -0.956   <250     -1.25    <250     -0.286   <250     0.605    <250     



Selenium       0.50     .072     0.0198   <0.50    0.0750   <0.50    0.0830   <0.50    0.0934   <1.0     



Silver         0.50     .004     0.000401 <0.50    0.00931  <0.50    0.0140   <0.50    0.0212   <2.0     



Sodium         250      1        -0.460   <250     -0.126   <250     2.24     <250     3.04     <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.00194  <0.50    0.0195   <0.50    0.0135   <0.50    0.0157   <0.50    



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00576  <1.0     0.00629  <1.0     0.00897  <1.0     0.00734  <4.0     



Zinc           5.0      .029     -0.546   <5.0     -0.524   <5.0     -0.536   <5.0     -0.507   <10      



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47746        Units: ug/l



Time:                    20:36             21:36             22:37             23:37              
Sample ID:                    CCB4     CCB5     CCB6     CCB7     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      0.300    <50      0.286    <50      0.159    <50      0.0333   <50      



Antimony       2.0      .094     0.0930   <2.0     0.0901   <2.0     0.0673   <2.0     0.0742   <2.0     



Arsenic        0.50     .013     0.0152   <1.0     0.0262   <1.0     0.00806  <1.0     0.00968  <1.0     



Barium         1.0      .008     0.00912  <1.0     0.0122   <1.0     0.0112   <1.0     0.00741  <1.0     



Beryllium      0.50     .004     0.0101   <0.50    0.0112   <0.50    0.00136  <0.50    0.00546  <0.50    



Boron          25       .65                                                                              



Cadmium        0.50     .004     -0.00130 <0.50    0.00312  <0.50    0.00725  <0.50    0.00151  <0.50    



Calcium        250      6.1      -2.58    <250     -5.47    <250     -6.39    <250     -6.26    <250     



Chromium       1.0      .014     -0.000957<4.0     0.00543  <4.0     -0.0126  <4.0     -0.0213  <4.0     



Cobalt         0.50     .002     0.00238  <0.50    0.00834  <0.50    0.00178  <0.50    0.00293  <0.50    



Copper         2.0      .021     -0.984   <4.0     -1.05    <4.0     -1.07    <4.0     -1.11    <4.0     



Iron           25       .43      0.845    <50      1.17     <50      0.596    <50      0.775    <50      



Lead           0.50     .009     0.0184   <0.50    0.0404   <0.50    0.0149   <0.50    0.0188   <0.50    



Magnesium      250      .15      0.515    <250     0.763    <250     0.331    <250     0.372    <250     



Manganese      1.0      .007     0.00666  <1.0     0.0158   <1.0     0.00200  <1.0     0.00857  <1.0     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.00581  <4.0     0.0143   <4.0     0.000139 <4.0     0.0129   <4.0     



Potassium      250      .71      0.191    <250     3.35     <250     1.56     <250     0.320    <250     



Selenium       0.50     .072     0.0827   <1.0     0.0996   <1.0     0.0881   <1.0     0.0838   <1.0     



Silver         0.50     .004     0.0206   <2.0     0.0334   <2.0     0.0153   <2.0     0.0180   <2.0     



Sodium         250      1        3.21     <250     4.04     <250     1.76     <250     3.15     <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.0124   <0.50    0.0214   <0.50    0.0101   <0.50    0.0118   <0.50    



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.0175   <4.0     0.0213   <4.0     0.0156   <4.0     0.0117   <4.0     



Zinc           5.0      .029     -0.541   <10      -0.455   <10      -0.507   <10      -0.516   <10      



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47746        Units: ug/l



Time:                    00:12             01:12             02:08                                
Sample ID:                    CCB8     CCB9     CCB10    



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .28      0.323    <25      0.297    <25      -0.0566  <25                        



Antimony       2.0      .094     0.0723   <2.0     0.0605   <2.0     0.0521   <2.0                       



Arsenic        0.50     .013     0.0170   <0.50    0.0210   <0.50    0.0121   <0.50                      



Barium         1.0      .008     0.0154   <1.0     0.0100   <1.0     0.0135   <1.0                       



Beryllium      0.50     .004     0.0112   <0.50    0.00813  <0.50    0.00321  <0.50                      



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00218  <0.50    0.00185  <0.50    0.00398  <0.50                      



Calcium        250      6.1      -8.39    <250     -7.95    <250     -8.60    <250                       



Chromium       1.0      .014     -0.0110  <1.0     -0.00228 <1.0     -0.00636 <1.0                       



Cobalt         0.50     .002     0.00417  <0.50    0.00456  <0.50    0.00164  <0.50                      



Copper         2.0      .021     -1.08    <2.0     -1.09    <2.0     -1.11    <2.0                       



Iron           25       .43      0.849    <25      0.723    <25      0.644    <25                        



Lead           0.50     .009     0.0245   <0.50    0.0209   <0.50    0.0101   <0.50                      



Magnesium      250      .15      0.506    <250     0.579    <250     0.299    <250                       



Manganese      1.0      .007     0.00692  <1.0     0.00416  <1.0     0.00351  <1.0                       



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     -0.000698<1.0     0.00728  <1.0     0.00355  <1.0                       



Potassium      250      .71      0.893    <250     -0.126   <250     0.195    <250                       



Selenium       0.50     .072     0.103    <0.50    0.0872   <0.50    0.0877   <0.50                      



Silver         0.50     .004     0.0218   <0.50    0.0185   <0.50    0.0137   <0.50                      



Sodium         250      1        2.87     <250     1.06     <250     1.40     <250                       



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.0179   <0.50    0.0163   <0.50    0.0111   <0.50                      



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.0118   <1.0     0.0189   <1.0     0.0229   <1.0                       



Zinc           5.0      .029     -0.514   <5.0     -0.510   <5.0     -0.507   <5.0                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           17:17                      17:22                      17:37                       
Sample ID:  ICVA     ICVA1    ICV      ICV1     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5500     5540     100.7    60       65.5     109.2    5000     4900     98.0              



Antimony       60       64.3     107.2                               50       51.5     103.0             



Arsenic        60       63.1     105.2                               50       49.2     98.4              



Barium         60       62.3     103.8                               50       50.4     100.8             



Beryllium      60       62.9     104.8                               50       52.9     105.8             



Boron                                                                                                    



Cadmium        60       60.5     100.8                               50       49.3     98.6              



Calcium        5500     5490     99.8                                5000     4910     98.2              



Chromium       60       59.3     98.8                                50       49.6     99.2              



Cobalt         60       58.9     98.2                                50       49.1     98.2              



Copper         60       59.2     98.7                                50       49.3     98.6              



Iron           5500     5380     97.8                                5000     4890     97.8              



Lead           60       62.3     103.8                               50       51.1     102.2             



Magnesium      5500     5370     97.6                                5000     4820     96.4              



Manganese      60       61.4     102.3                               50       50.1     100.2             



Molybdenum                                                                                               



Nickel         60       59.1     98.5                                50       49.0     98.0              



Potassium      5500     5400     98.2                                5000     4840     96.8              



Selenium       260      271      104.2                               200      201      100.5             



Silver         60       61.9     103.2                               50       50.4     100.8             



Sodium         5500     5480     99.6                                5000     4880     97.6              



Strontium                                                                                                



Thallium       60       65.5     109.2                               50       51.7     103.4             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       60       61.1     101.8                               50       49.8     99.6              



Zinc           60       59.3     98.8                                50       49.4     98.8              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           18:31                      19:31                      20:31                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4800     96.0     5000     4820     96.4     5000     4820     96.4              



Antimony       50       51.2     102.4    50       50.8     101.6    50       50.3     100.6             



Arsenic        50       49.7     99.4     50       49.4     98.8     50       49.5     99.0              



Barium         50       50.4     100.8    50       50.3     100.6    50       49.4     98.8              



Beryllium      50       52.1     104.2    50       52.1     104.2    50       50.5     101.0             



Boron                                                                                                    



Cadmium        50       49.4     98.8     50       49.8     99.6     50       49.9     99.8              



Calcium        5000     4910     98.2     5000     5010     100.2    5000     4940     98.8              



Chromium       50       49.6     99.2     50       49.5     99.0     50       49.6     99.2              



Cobalt         50       49.1     98.2     50       49.3     98.6     50       49.4     98.8              



Copper         50       48.2     96.4     50       48.8     97.6     50       48.3     96.6              



Iron           5000     4930     98.6     5000     4980     99.6     5000     4970     99.4              



Lead           50       50.9     101.8    50       51.9     103.8    50       51.3     102.6             



Magnesium      5000     4730     94.6     5000     4770     95.4     5000     4770     95.4              



Manganese      50       50.1     100.2    50       50.0     100.0    50       50.4     100.8             



Molybdenum                                                                                               



Nickel         50       48.9     97.8     50       49.1     98.2     50       49.2     98.4              



Potassium      5000     4820     96.4     5000     4780     95.6     5000     4780     95.6              



Selenium       200      202      101.0    200      201      100.5    200      200      100.0             



Silver         50       50.2     100.4    50       51.5     103.0    50       50.6     101.2             



Sodium         5000     4850     97.0     5000     4900     98.0     5000     4910     98.2              



Strontium                                                                                                



Thallium       50       51.1     102.2    50       52.4     104.8    50       51.3     102.6             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       49.9     99.8     50       50.0     100.0    50       50.0     100.0             



Zinc           50       49.7     99.4     50       49.7     99.4     50       49.7     99.4              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           21:31                      22:32                      23:32                       
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    CCVA     CCVA7    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4830     96.6     5000     4810     96.2     5000     4830     96.6              



Antimony       50       49.3     98.6     50       48.6     97.2     50       48.3     96.6              



Arsenic        50       49.0     98.0     50       48.6     97.2     50       48.8     97.6              



Barium         50       48.5     97.0     50       48.0     96.0     50       47.2     94.4              



Beryllium      50       49.8     99.6     50       48.3     96.6     50       48.3     96.6              



Boron                                                                                                    



Cadmium        50       49.2     98.4     50       49.4     98.8     50       49.6     99.2              



Calcium        5000     4950     99.0     5000     4920     98.4     5000     4950     99.0              



Chromium       50       48.7     97.4     50       48.9     97.8     50       49.1     98.2              



Cobalt         50       48.3     96.6     50       48.3     96.6     50       48.6     97.2              



Copper         50       46.7     93.4     50       46.5     93.0     50       46.8     93.6              



Iron           5000     5020     100.4    5000     5010     100.2    5000     5120     102.4             



Lead           50       51.1     102.2    50       51.1     102.2    50       51.6     103.2             



Magnesium      5000     4740     94.8     5000     4730     94.6     5000     4760     95.2              



Manganese      50       50.1     100.2    50       49.8     99.6     50       50.2     100.4             



Molybdenum                                                                                               



Nickel         50       48.1     96.2     50       48.2     96.4     50       48.3     96.6              



Potassium      5000     4820     96.4     5000     4790     95.8     5000     4810     96.2              



Selenium       200      204      102.0    200      203      101.5    200      203      101.5             



Silver         50       50.2     100.4    50       50.2     100.4    50       50.2     100.4             



Sodium         5000     4860     97.2     5000     4920     98.4     5000     4920     98.4              



Strontium                                                                                                



Thallium       50       51.5     103.0    50       51.4     102.8    50       52.0     104.0             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       49.6     99.2     50       49.5     99.0     50       49.8     99.6              



Zinc           50       48.9     97.8     50       48.9     97.8     50       49.2     98.4              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           00:07                      01:07                      02:02                       
Sample ID:  CCVA     CCVA8    CCVA     CCVA9    CCVA     CCVA10   



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4840     96.8     5000     4900     98.0     5000     4920     98.4              



Antimony       50       47.6     95.2     50       46.9     93.8     50       47.0     94.0              



Arsenic        50       48.3     96.6     50       48.2     96.4     50       47.9     95.8              



Barium         50       47.2     94.4     50       46.1     92.2     50       46.3     92.6              



Beryllium      50       47.8     95.6     50       48.6     97.2     50       48.5     97.0              



Boron                                                                                                    



Cadmium        50       48.8     97.6     50       49.5     99.0     50       49.0     98.0              



Calcium        5000     4900     98.0     5000     4910     98.2     5000     4940     98.8              



Chromium       50       48.3     96.6     50       48.6     97.2     50       48.5     97.0              



Cobalt         50       47.8     95.6     50       47.9     95.8     50       47.6     95.2              



Copper         50       46.0     92.0     50       46.4     92.8     50       46.1     92.2              



Iron           5000     5030     100.6    5000     5130     102.6    5000     5160     103.2             



Lead           50       51.2     102.4    50       51.0     102.0    50       51.3     102.6             



Magnesium      5000     4720     94.4     5000     4780     95.6     5000     4800     96.0              



Manganese      50       49.4     98.8     50       50.2     100.4    50       50.0     100.0             



Molybdenum                                                                                               



Nickel         50       47.2     94.4     50       47.6     95.2     50       47.2     94.4              



Potassium      5000     4790     95.8     5000     4840     96.8     5000     4840     96.8              



Selenium       200      205      102.5    200      205      102.5    200      205      102.5             



Silver         50       50.0     100.0    50       49.8     99.6     50       50.0     100.0             



Sodium         5000     4940     98.8     5000     5010     100.2    5000     5050     101.0             



Strontium                                                                                                



Thallium       50       51.8     103.6    50       51.5     103.0    50       51.7     103.4             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       48.9     97.8     50       49.2     98.4     50       49.3     98.6              



Zinc           50       48.2     96.4     50       48.7     97.4     50       48.1     96.2              



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47746        Units: ug/l



Time:                    17:58                                                                    
Sample ID:  CRI      CRIA     CRI2     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       26.5     106.0                                                          



Antimony       2.0      0.25     2.03     101.5                                                          



Arsenic        0.50     0.50     0.515    103.0                                                          



Barium         1.0      0.50     1.03     103.0                                                          



Beryllium      0.50     0.25     0.520    104.0                                                          



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     0.485    97.0                                                           



Calcium        250      125      251      100.4                                                          



Chromium       1.0      2.0      0.970    97.0                                                           



Cobalt         0.50     0.25     0.492    98.4                                                           



Copper         2.0      2.0      1.66     83.0                                                           



Iron           25       25       24.7     98.8                                                           



Lead           0.50     0.25     0.505    101.0                                                          



Magnesium      250      125      248      99.2                                                           



Manganese      1.0      0.25     0.985    98.5                                                           



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      0.975    97.5                                                           



Potassium      250      125      247      98.8                                                           



Selenium       0.50     0.50     0.522    104.4                                                          



Silver         0.50     1.0      0.487    97.4                                                           



Sodium         250      125      243      97.2                                                           



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     0.503    100.6                                                          



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      0.972    97.2                                                           



Zinc           5.0      2.0      5.13     102.6                                                          



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47746        Units: ug/l



Time:                    18:11             18:16                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   99700    99.7     110000   110.0                                        



Antimony                         0.172             0.252                                                 



Arsenic                 20       0.0590            20.8     104.0                                        



Barium                           0.216             0.218                                                 



Beryllium                        0.0000819         -0.000670                                             



Boron                   50       1.94              54.9     109.8                                        



Cadmium                 20       -0.296            19.7     98.5                                         



Calcium        100000   100000   94600    94.6     96000    96.0                                         



Chromium                20       0.251             20.7     103.5                                        



Cobalt                  20       0.198             19.9     99.5                                         



Copper                  20       -0.710            17.7     88.5                                         



Iron           100000   100000   89800    89.8     102000   102.0                                        



Lead                             0.125             0.149                                                 



Magnesium      100000   100000   93900    93.9     104000   104.0                                        



Manganese               20       0.376             21.0     105.0                                        



Molybdenum     2000     2000     2140     107.0    2200     110.0                                        



Nickel                  20       0.646             19.7     98.5                                         



Potassium      100000   100000   98100    98.1     109000   109.0                                        



Selenium                20       0.107             21.4     107.0                                        



Silver                  20       0.0191            18.2     91.0                                         



Sodium         100000   100000   92600    92.6     104000   104.0                                        



Strontium      2000     2000     2020     101.0    2220     111.0                                        



Thallium                         0.00599           0.00720                                               



Tin            2000     2000     1910     95.5     2330     116.5                                        



Titanium       2000     2000     1920     96.0     2140     107.0                                        



Vanadium                20       0.0252            22.5     112.5                                        



Zinc                    20       0.195             19.0     95.0                                         



(*) Outside of QC limits
(anr) Analyte not requested
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



10:09  MA47766-STD1    1                 See rerun, sample intro not stable. 



10:14  MA47766-STD2    1                 See rerun, sample intro not stable. 



10:19  MA47766-STD3    1                 STDA 



10:24  MA47766-STD4    1                 STDB 



10:29  MA47766-STD5    1                 STDC 



10:34  MA47766-STD6    1                 STDD 



10:39  MA47766-STD7    1                 STDE 



10:44  MA47766-STD8    1                 STDF 



10:49  MA47766-STD9    1                 STDG 



10:54  MA47766-STD10   1                 STDH 



10:59  MA47766-STD11   1                 STDI 



11:04  MA47766-STD12   1                 STDJ 



11:09  ZZZZZZ          1                  



11:21  MA47766-ICVA1   1                  



11:26  MA47766-ICV1    1                  



11:31  MA47766-ICB1    1                  



11:36  MA47766-CCVA1   1                  



11:41  MA47766-CCB1    1                  



11:46  MA47766-CRI1    1                  



11:54  MA47766-ICSA1   1                  



11:58  MA47766-ICSAB1  1                  



12:03  ZZZZZZ          1                  



12:08  MA47766-CCVA2   1                  



12:13  MA47766-CCB2    1                  



12:19  JC97382-3       2                  



12:24  ZZZZZZ          2                  



12:29  ZZZZZZ          2                  



12:34  MP18043-S1      2                  



12:38  MP18043-S1      10                 



12:44  MP18043-S2      2                  



12:49  MP18043-S2      10                 



12:54  JC97373-1       2                 (sample used for QC only; not part of login JC97382) 



12:59  MA47766-CCVA3   1                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



13:04  MA47766-CCB3    1                  



13:09  JC97373-1       10                (sample used for QC only; not part of login JC97382) 



13:14  MP18043-SD1     10                 



13:19  MP18043-SD1     50                 



13:24  MP18043-S3      2                  



13:29  MP18043-S3      10                 



13:34  MP18043-S4      2                  



13:39  MP18043-S4      10                 



13:44  JC97373-1F      2                 (sample used for QC only; not part of login JC97382) 



13:49  MA47766-CCVA4   1                  



13:54  MA47766-CCB4    1                  



13:59  JC97373-1F      10                (sample used for QC only; not part of login JC97382) 



14:04  MP18043-SD2     10                 



14:09  MP18043-SD2     50                 



14:14  ZZZZZZ          2                  



14:19  ZZZZZZ          5                  



14:24  ZZZZZZ          2                  



14:28  ZZZZZZ          5                  



14:33  ZZZZZZ          2                  



14:38  MA47766-CCVA5   1                  



14:43  MA47766-CCB5    1                  



14:48  ZZZZZZ          2                  



14:53  ZZZZZZ          2                  



14:58  JC97382-1       2                  



15:03  JC97382-2       2                  



15:08  JC97382-2       25                 
----------->   Last reportable sample/prep for job JC97382 



15:13  ZZZZZZ          2                  



15:18  MA47766-CCVA6   1                  



15:23  MA47766-CCB6    1                  
----------->   Last reportable CCB for job JC97382      



15:28  MP11929-MB7     1                  



15:33  ZZZZZZ          1                  



15:38  ZZZZZZ          1                  



15:44  MP11929-B7      1                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



15:49  ZZZZZZ          2                  



15:54  ZZZZZZ          2                  



15:59  ZZZZZZ          2                  



16:04  ZZZZZZ          5                  



16:09  MA47766-CCVA7   1                  



16:14  MA47766-CCB7    1                  



16:19  MP11928-MB7     5                  



16:24  MP11926-MB7     2                  



16:29  MP11928-B7      5                  



16:34  ZZZZZZ          5                  



16:38  MP11926-B7      2                 Se, Be and Zn out low 



16:43  ZZZZZZ          2                  



16:52  ZZZZZZ          5                  



16:59  ZZZZZZ          5                  



17:04  ZZZZZZ          1                  



17:08  MA47766-CCVA8   1                  



17:13  MA47766-CCB8    1                  



17:18  MP18207A-MB1    2                  



17:23  MP18207A-B2     2                  



17:28  MP18207A-S3     10                Cr=9ppm 



17:33  MP18207A-S4     10                Cr=9ppm 



17:38  JC97393-2       10                (sample used for QC only; not part of login JC97382) 



17:42  MP18207A-SD1    50                Cr=9ppm 



17:47  ZZZZZZ          10                 



17:52  ZZZZZZ          10                 



17:57  ZZZZZZ          2                  



18:02  ZZZZZZ          10                 



18:07  MA47766-CCVA9   1                 Be and B out 



18:12  MA47766-CCB9    1                  



18:17  ZZZZZZ          2                  



18:22  ZZZZZZ          2                  



18:27  ZZZZZZ          2                  



18:32  ZZZZZZ          2                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



18:36  ZZZZZZ          10                 



18:41  ZZZZZZ          10                 



18:46  ZZZZZZ          2                  



18:51  ZZZZZZ          2                  



18:56  ZZZZZZ          2                  



19:01  ZZZZZZ          2                  



19:06  MA47766-CCVA10  1                 B and Fe out 



19:11  MA47766-CCB10   1                  



19:16  ZZZZZZ          2                  



19:20  MP18214A-MB1    5                 Batch to reanalysis for Cd, IN-2 out on CCB 



19:25  MP18214A-B2     5                  



19:30  MP18214A-S3     5                  



19:35  MP18214A-S4     5                  



19:40  JC97458-6       5                 (sample used for QC only; not part of login JC97382) 



19:45  MP18214A-SD1    25                 



19:50  ZZZZZZ          5                  



19:55  ZZZZZZ          5                  



19:59  ZZZZZZ          5                  



20:04  MA47766-CCVA11  1                 FE out 



20:09  MA47766-CCB11   1                 In-2 out 



20:14  ZZZZZZ          5                  



20:19  ZZZZZZ          5                  



20:24  ZZZZZZ          5                  



20:29  ZZZZZZ          5                  



20:34  ZZZZZZ          5                  



20:38  ZZZZZZ          5                  



20:43  ZZZZZZ          5                  



20:48  ZZZZZZ          5                  



20:53  ZZZZZZ          5                  



20:58  ZZZZZZ          5                  



21:03  MA47766-CCVA12  1                 Fe out 



21:08  MA47766-CCB12   1                  



21:13  ZZZZZZ          5                  
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6.2











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



21:18  ZZZZZZ          5                  



21:22  ZZZZZZ          5                  



21:27  ZZZZZZ          5                  



21:32  ZZZZZZ          5                  



21:37  MP18214A-PS1    5                  



21:42  MP18232-MB1     1                  



21:47  MP18232-B1      1                  



21:52  MP18232-S1      1                  



21:57  MP18232-S2      1                  



22:01  MA47766-CCVA13  1                 Fe out 



22:06  MA47766-CCB13   1                  



22:11  JC97736-4       1                 (sample used for QC only; not part of login JC97382) 



22:16  ZZZZZZ          1                  



22:21  ZZZZZZ          1                  



22:26  MP18233-MB1     1                  



22:31  MP18233-B1      1                 Tip missed cup 



22:37  MP18233-S1      1                  



22:42  MP18233-S2      1                  



22:47  JC97735-1       1                 (sample used for QC only; not part of login JC97382) 



22:53  MP18233-S3      1                  



22:58  JC97735-2       1                 (sample used for QC only; not part of login JC97382) 



23:03  MA47766-CCVA14  1                  



23:08  MA47766-CCB14   1                  



23:13  ZZZZZZ          1                  



23:19  ZZZZZZ          1                  



23:24  ZZZZZZ          1                  



23:29  ZZZZZZ          1                  



23:35  ZZZZZZ          1                  



23:40  ZZZZZZ          1                  



23:45  ZZZZZZ          1                  



23:51  ZZZZZZ          1                  



23:56  ZZZZZZ          1                  



00:01  ZZZZZZ          1                  
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6.2











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



00:06  MA47766-CCVA15  1                  



00:11  MA47766-CCB15   1                  



00:17  ZZZZZZ          1                  



00:22  ZZZZZZ          1                  



00:27  ZZZZZZ          1                  



00:33  ZZZZZZ          1                  



00:38  ZZZZZZ          1                  



00:43  ZZZZZZ          1                  



00:48  ZZZZZZ          1                  



00:54  ZZZZZZ          1                  



00:59  MP18234-MB1     1                  



01:04  MP18234-B1      1                  



01:10  MA47766-CCVA16  1                  



01:14  MA47766-CCB16   1                  



01:20  MP18234-S1      1                  



01:25  MP18234-S2      1                  



01:30  JC97736-3       1                 (sample used for QC only; not part of login JC97382) 



01:35  MP18234-S3      1                  



01:40  JC97736-6       1                 (sample used for QC only; not part of login JC97382) 



01:46  ZZZZZZ          1                  



01:51  ZZZZZZ          1                  



01:56  ZZZZZZ          1                  



02:02  ZZZZZZ          1                  



02:07  ZZZZZZ          1                  



02:13  MA47766-CCVA17  1                  



02:18  MA47766-CCB17   1                  



02:23  ZZZZZZ          1                  



02:29  ZZZZZZ          1                  



02:34  ZZZZZZ          1                  



02:39  ZZZZZZ          1                  



02:45  ZZZZZZ          1                  



02:50  ZZZZZZ          1                  



02:55  ZZZZZZ          1                  
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Inorganics Analyses



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



03:00  ZZZZZZ          1                  



03:05  ZZZZZZ          1                  



03:10  ZZZZZZ          1                  



03:15  MA47766-CCVA18  1                  



03:20  MA47766-CCB18   1                  



03:24  ZZZZZZ          1                  



03:29  ZZZZZZ          1                  



03:34  ZZZZZZ          1                  



03:39  MP18235-MB1     1                  



03:44  MP18235-B1      1                  



03:49  MP18235-S1      1                  



03:54  MP18235-S2      1                  



03:59  JC97736-25      1                 (sample used for QC only; not part of login JC97382) 



04:04  ZZZZZZ          1                  



04:09  ZZZZZZ          1                  



04:13  MA47766-CCVA19  1                  



04:18  MA47766-CCB19   1                  



04:23  ZZZZZZ          1                  



04:28  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.



_________________________________________________________________________________________________________



Page 7



61 of 595



JC97382



6
6.2











REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



11:09  ZZZZZZ          1        



11:21  MA47766-ICVA1   1        X X X X 



11:26  MA47766-ICV1    1        X       



11:31  MA47766-ICB1    1        X X X X 



11:36  MA47766-CCVA1   1        X X X X 



11:41  MA47766-CCB1    1        X X X X 



11:46  MA47766-CRI1    1        X X X X 



11:54  MA47766-ICSA1   1        X X X X 



11:58  MA47766-ICSAB1  1        X X X X 



12:03  ZZZZZZ          1        



12:08  MA47766-CCVA2   1        X X X X 



12:13  MA47766-CCB2    1        X X X X 



12:19  JC97382-3       2              X 



12:24  ZZZZZZ          2        



12:29  ZZZZZZ          2        



12:34  MP18043-S1      2              X 



12:38  MP18043-S1      10         X     



12:44  MP18043-S2      2              X 



12:49  MP18043-S2      10         X     



12:54  JC97373-1       2              X (a)



12:59  MA47766-CCVA3   1        X X X X 



13:04  MA47766-CCB3    1        X X X X 



13:09  JC97373-1       10         X     (a)



13:14  MP18043-SD1     10       X     X 



13:19  MP18043-SD1     50         X     



13:24  MP18043-S3      2              X 



13:29  MP18043-S3      10         X     



13:34  MP18043-S4      2              X 



13:39  MP18043-S4      10         X     



13:44  JC97373-1F      2              X (a)



13:49  MA47766-CCVA4   1        X X X X 



13:54  MA47766-CCB4    1        X X X X 



13:59  JC97373-1F      10         X     (a)



Element: A C N Z
l r a n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



14:04  MP18043-SD2     10             X 



14:09  MP18043-SD2     50         X     



14:14  ZZZZZZ          2        



14:19  ZZZZZZ          5        



14:24  ZZZZZZ          2        



14:28  ZZZZZZ          5        



14:33  ZZZZZZ          2        



14:38  MA47766-CCVA5   1        X X X X 



14:43  MA47766-CCB5    1        X X X X 



14:48  ZZZZZZ          2        



14:53  ZZZZZZ          2        



14:58  JC97382-1       2              X 



15:03  JC97382-2       2              X 



15:08  JC97382-2       25           X   



15:13  ZZZZZZ          2        



15:18  MA47766-CCVA6   1        X X X X 



15:23  MA47766-CCB6    1        X X X X 



15:28  MP11929-MB7     1        X X X X 



15:33  ZZZZZZ          1        



15:38  ZZZZZZ          1        



15:44  MP11929-B7      1        X X X X 



15:49  ZZZZZZ          2        



15:54  ZZZZZZ          2        



15:59  ZZZZZZ          2        



16:04  ZZZZZZ          5        



16:09  MA47766-CCVA7   1        X X X X 



16:14  MA47766-CCB7    1        X X X X 



16:19  MP11928-MB7     5        X X X X 



16:24  MP11926-MB7     2        X X X   



16:29  MP11928-B7      5        X X X X 



16:34  ZZZZZZ          5        



16:38  MP11926-B7      2        X X X   



16:43  ZZZZZZ          2        



Element: A C N Z
l r a n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



16:52  ZZZZZZ          5        



16:59  ZZZZZZ          5        



17:04  ZZZZZZ          1        



17:08  MA47766-CCVA8   1        X X X X 



17:13  MA47766-CCB8    1        X X X X 



17:18  MP18207A-MB1    2          X     



17:23  MP18207A-B2     2          X     



17:28  MP18207A-S3     10               



17:33  MP18207A-S4     10               



17:38  JC97393-2       10               (a)



17:42  MP18207A-SD1    50               



17:47  ZZZZZZ          10       



17:52  ZZZZZZ          10       



17:57  ZZZZZZ          2        



18:02  ZZZZZZ          10       



18:07  MA47766-CCVA9   1        X X X X 



18:12  MA47766-CCB9    1        X X X X 



18:17  ZZZZZZ          2        



18:22  ZZZZZZ          2        



18:27  ZZZZZZ          2        



18:32  ZZZZZZ          2        



18:36  ZZZZZZ          10       



18:41  ZZZZZZ          10       



18:46  ZZZZZZ          2        



18:51  ZZZZZZ          2        



18:56  ZZZZZZ          2        



19:01  ZZZZZZ          2        



19:06  MA47766-CCVA10  1        X X X X 



19:11  MA47766-CCB10   1        X X X X 



19:16  ZZZZZZ          2        



19:20  MP18214A-MB1    5                



19:25  MP18214A-B2     5                



19:30  MP18214A-S3     5                



Element: A C N Z
l r a n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



19:35  MP18214A-S4     5                



19:40  JC97458-6       5                (a)



19:45  MP18214A-SD1    25               



19:50  ZZZZZZ          5        



19:55  ZZZZZZ          5        



19:59  ZZZZZZ          5        



20:04  MA47766-CCVA11  1        X X X X 



20:09  MA47766-CCB11   1        X X X X 



20:14  ZZZZZZ          5        



20:19  ZZZZZZ          5        



20:24  ZZZZZZ          5        



20:29  ZZZZZZ          5        



20:34  ZZZZZZ          5        



20:38  ZZZZZZ          5        



20:43  ZZZZZZ          5        



20:48  ZZZZZZ          5        



20:53  ZZZZZZ          5        



20:58  ZZZZZZ          5        



21:03  MA47766-CCVA12  1        X X X X 



21:08  MA47766-CCB12   1        X X X X 



21:13  ZZZZZZ          5        



21:18  ZZZZZZ          5        



21:22  ZZZZZZ          5        



21:27  ZZZZZZ          5        



21:32  ZZZZZZ          5        



21:37  MP18214A-PS1    5                



21:42  MP18232-MB1     1                



21:47  MP18232-B1      1                



21:52  MP18232-S1      1                



21:57  MP18232-S2      1                



22:01  MA47766-CCVA13  1        X X X X 



22:06  MA47766-CCB13   1        X X X X 



22:11  JC97736-4       1                (a)



Element: A C N Z
l r a n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



22:16  ZZZZZZ          1        



22:21  ZZZZZZ          1        



22:26  MP18233-MB1     1        



22:31  MP18233-B1      1        Tip missed cup



22:37  MP18233-S1      1        



22:42  MP18233-S2      1        



22:47  JC97735-1       1        



22:53  MP18233-S3      1        



22:58  JC97735-2       1        



23:03  MA47766-CCVA14  1                



23:08  MA47766-CCB14   1                



23:13  ZZZZZZ          1        



23:19  ZZZZZZ          1        



23:24  ZZZZZZ          1        



23:29  ZZZZZZ          1        



23:35  ZZZZZZ          1        



23:40  ZZZZZZ          1        



23:45  ZZZZZZ          1        



23:51  ZZZZZZ          1        



23:56  ZZZZZZ          1        



00:01  ZZZZZZ          1        



00:06  MA47766-CCVA15  1                



00:11  MA47766-CCB15   1                



00:17  ZZZZZZ          1        



00:22  ZZZZZZ          1        



00:27  ZZZZZZ          1        



00:33  ZZZZZZ          1        



00:38  ZZZZZZ          1        



00:43  ZZZZZZ          1        



00:48  ZZZZZZ          1        



00:54  ZZZZZZ          1        



00:59  MP18234-MB1     1                



01:04  MP18234-B1      1                



Element: A C N Z
l r a n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



01:10  MA47766-CCVA16  1                



01:14  MA47766-CCB16   1                



01:20  MP18234-S1      1                



01:25  MP18234-S2      1                



01:30  JC97736-3       1                (a)



01:35  MP18234-S3      1                



01:40  JC97736-6       1                (a)



01:46  ZZZZZZ          1        



01:51  ZZZZZZ          1        



01:56  ZZZZZZ          1        



02:02  ZZZZZZ          1        



02:07  ZZZZZZ          1        



02:13  MA47766-CCVA17  1                



02:18  MA47766-CCB17   1                



02:23  ZZZZZZ          1        



02:29  ZZZZZZ          1        



02:34  ZZZZZZ          1        



02:39  ZZZZZZ          1        



02:45  ZZZZZZ          1        



02:50  ZZZZZZ          1        



02:55  ZZZZZZ          1        



03:00  ZZZZZZ          1        



03:05  ZZZZZZ          1        



03:10  ZZZZZZ          1        



03:15  MA47766-CCVA18  1                



03:20  MA47766-CCB18   1                



03:24  ZZZZZZ          1        



03:29  ZZZZZZ          1        



03:34  ZZZZZZ          1        



03:39  MP18235-MB1     1                



03:44  MP18235-B1      1                



03:49  MP18235-S1      1                



03:54  MP18235-S2      1                



Element: A C N Z
l r a n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample          Element: A C N Z
Time   Description     Dilution l r a n



03:59  JC97736-25      1                (a)



04:04  ZZZZZZ          1        



04:09  ZZZZZZ          1        



04:13  MA47766-CCVA19  1                



04:18  MA47766-CCB19   1                



04:23  ZZZZZZ          1        



04:28  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97382.



Element: A C N Z
l r a n
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



10:09  MA47766-STD1   No results reported for the elements associated with this internal standard.



10:14  MA47766-STD2   No results reported for the elements associated with this internal standard.



10:19  MA47766-STD3   100       100       100       100       100       100       100       100       



10:24  MA47766-STD4   99.063    99.762    100.076   100.007   101.29    101.892   100.498   99.466    



10:29  MA47766-STD5   100.127   100.756   98.802    100.262   100.967   100.778   101.112   99.947    



10:34  MA47766-STD6   99.309    100.042   98.695    97.741    99.758    99.301    99.735    99.685    



10:39  MA47766-STD7   99.607    100.314   98.783    97.21     100.876   99.717    99.482    100.889   



10:44  MA47766-STD8   99.094    99.651    97.173    95.753    101.508   98.556    97.649    100.329   



10:49  MA47766-STD9   97.839    98.388    99.014    97.069    99.561    99.914    98.705    97.593    



10:54  MA47766-STD10  99.763    99.256    100.323   99.909    101.199   102.481   101.492   97.849    



10:59  MA47766-STD11  102.264   102.102   106.208   103.131   100.905   105.085   104.134   97.309    



11:04  MA47766-STD12  103.194   103.226   106.205   102.801   100.549   105.502   101.948   96.284    



11:09  ZZZZZZ         102.399   103.668   104.123   102.233   102.191   103.262   102.531   101.19    



11:21  MA47766-ICVA1  103.971   104.118   104.721   101.025   103.707   104.501   100.829   99.333    



11:26  MA47766-ICV1   103.231   103.383   101.124   101.399   101.636   101.554   102.311   101.7     



11:31  MA47766-ICB1   103.324   103.438   102.788   102.036   101.39    102.223   101.114   101.825   



11:36  MA47766-CCVA1  105.189   104.972   103.549   101.816   104.09    102.503   100.636   99.554    



11:41  MA47766-CCB1   103.541   103.431   101.831   101.101   101.973   102.179   100.673   100.802   



11:46  MA47766-CRI1   104.768   104.378   103.275   101.221   103.926   102.863   101.051   102.219   



11:54  MA47766-ICSA1  99.223    102.316   108.878   112.37    96.192    102.501   101.819   87.826    



11:58  MA47766-ICSAB1 98.143    105.522   110.232   102.15    99.301    104.834   96.73     90.305    



12:03  ZZZZZZ         90.827    99.77     90.891    97.498    102.211   96.159    96.868    100.677   



12:08  MA47766-CCVA2  91.915    103.818   99.711    100.161   104.732   101.639   101.572   101.664   



12:13  MA47766-CCB2   90.022    100.613   95.913    100.644   101.742   101.139   99.99     104.131   



12:19  JC97382-3      91.486    103.582   94.078    102.605   103.289   96.143    101.367   103.216   



12:24  ZZZZZZ         90.687    103.719   90.631    104.045   104.053   91.318    102.657   102.701   



12:29  ZZZZZZ         89.69     106.59    97.387    104.614   105.273   98.665    102.208   104.384   



12:34  MP18043-S1     87.628    103.929   95.076    104.896   104.029   97.603    103.701   99.889    



12:38  MP18043-S1     89.305    106.092   97.511    105.813   105.876   100.224   103.936   104.187   



12:44  MP18043-S2     88.384    107.942   97.491    105.627   107.859   99.191    104.95    102.286   



12:49  MP18043-S2     88.599    106.625   96.1      105.865   106.754   99.197    103.353   104.1     



12:54  JC97373-1      89.351    107.91    97.944    107.694   107.162   100.781   105.223   102.861   



12:59  MA47766-CCVA3  91.923    110.015   99.763    105.239   109.684   101.482   103.3     104.308   
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Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



13:04  MA47766-CCB3   91.557    111.665   95.275    104.141   105.869   98.604    101.412   110.772   



13:09  JC97373-1      89.356    104.154   94.303    105.954   103.234   96.562    102.148   101.337   



13:14  MP18043-SD1    90.46     106.071   95.587    104.857   105.058   97.408    103.032   102.427   



13:19  MP18043-SD1    91.187    106.996   95.632    104.187   106.176   98.758    101.71    104.477   



13:24  MP18043-S3     78.434    95.024    95.033    105.422   94.331    98.114    103.243   89.682    



13:29  MP18043-S3     89.311    105.659   95.128    105.327   105.195   98.065    103.102   102.848   



13:34  MP18043-S4     86.765    105.714   96.846    102.845   105.139   98.282    102.644   100.434   



13:39  MP18043-S4     89.257    104.439   95.142    103.871   103.954   96.909    102.291   101.521   



13:44  JC97373-1F     89.349    106.574   95.667    105.487   104.601   98.297    103.588   100.3     



13:49  MA47766-CCVA4  92.826    110.31    98.701    102.829   109.24    101.14    100.708   103.353   



13:54  MA47766-CCB4   90.625    105.344   92.454    102.583   104.14    96.191    99.694    102.557   



13:59  JC97373-1F     90.802    104.12    91.782    101.365   102.604   94.495    98.365    100.807   



14:04  MP18043-SD2    91.05     104.558   93.25     102.449   103.992   95.225    98.723    100.387   



14:09  MP18043-SD2    90.239    103.757   93.831    102.546   103.35    95.245    99.932    101.566   



14:14  ZZZZZZ         90.791    105.403   94.74     104.006   104.158   95.939    101.567   99.244    



14:19  ZZZZZZ         91.271    106.053   94.485    104.446   104.389   96.174    101.648   101.04    



14:24  ZZZZZZ         88.531    105.53    93.117    105.003   102.333   94.384    102.288   99.09     



14:28  ZZZZZZ         91.285    104.81    94.448    105.456   104.579   95.26     99.839    100.433   



14:33  ZZZZZZ         89.306    105.593   92.819    104.907   103.175   93.578    102.464   98.34     



14:38  MA47766-CCVA5  95.596    113.105   98.626    102.719   109.282   99.786    99.827    105.575   



14:43  MA47766-CCB5   92.12     103.206   93.09     100.765   101.617   94.271    97.709    100.572   



14:48  ZZZZZZ         89.207    102.243   91.37     100.449   100.768   92.147    97.882    96.772    



14:53  ZZZZZZ         89.271    104.83    91.471    102.428   103.329   93.266    99.146    98.201    



14:58  JC97382-1      88.292    105.397   91.518    102.982   100.161   90.409    98.382    97.745    



15:03  JC97382-2      87.775    104.243   91.201    101.353   99.859    90.483    95.521    93.87     



15:08  JC97382-2      92.646    106.286   96.265    104.681   103.99    96.753    99.429    100.915   



15:13  ZZZZZZ         90.152    109.445   94.894    105.387   102.587   92.147    99.369    97.735    



15:18  MA47766-CCVA6  96.647    111.125   99.347    106.447   108.13    102.945   102.198   102.173   



15:23  MA47766-CCB6   96.846    107.2     95.198    103.011   104.822   95.038    98.731    102.72    



15:28  MP11929-MB7    97.351    108.961   95.859    104.338   105.345   96.223    100.415   103.066   



15:33  ZZZZZZ         98.628    111.109   92.818    103.706   108.373   90.467    99.67     104.358   



15:38  ZZZZZZ         97.547    108.446   96.44     103.504   105.265   95.85     99.462    102.712   



15:44  MP11929-B7     98        110.006   99.166    103.659   107.016   98.18     100.132   102.589   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



15:49  ZZZZZZ         98.252    106.112   95.394    102.105   103.87    93.974    97.654    99.89     



15:54  ZZZZZZ         93.333    104.58    91.547    99.773    101.326   88.752    96.705    98.112    



15:59  ZZZZZZ         99.762    107.78    95.649    101.941   103.748   95.371    98.105    100.145   



16:04  ZZZZZZ         100.344   106.21    96.213    101.376   104.355   95.619    96.169    99.378    



16:09  MA47766-CCVA7  98.9      109.25    98.345    100.413   105.967   97.176    96.632    99.805    



16:14  MA47766-CCB7   98.022    105.464   94.325    100.328   102.085   93.809    94.662    100.358   



16:19  MP11928-MB7    97.789    106.455   95.39     100.514   102.712   94.014    96.084    100.895   



16:24  MP11926-MB7    99.158    106.495   95.563    100.577   103.393   93.566    94.629    100.068   



16:29  MP11928-B7     98.574    107.949   95.378    99.592    102.814   93.46     94.672    99.993    



16:34  ZZZZZZ         101.309   106.429   95.551    100.785   103.756   95.1      96.127    99.545    



16:38  MP11926-B7     95.741    104.573   92.258    97.571    101.533   90.145    94.011    96.951    



16:43  ZZZZZZ         99.828    106.77    94.805    99.312    103.464   95.248    95.188    99.712    



16:52  ZZZZZZ         101.691   104.967   95.446    99.504    102.327   94.863    95.783    98.445    



16:59  ZZZZZZ         102.481   105.852   95.391    100.913   103.814   94.826    96.094    98.679    



17:04  ZZZZZZ         93.434    104.555   97.009    99.708    98.054    94.635    94.722    94.397    



17:08  MA47766-CCVA8  98.848    107.339   96.753    98.213    104.161   94.688    93.09     98.757    



17:13  MA47766-CCB8   96.59     104.104   93.92     97.64     100.583   92.131    91.255    98.069    



17:18  MP18207A-MB1   94.225    103.643   90.273    97.376    100.815   89.534    95.203    97.329    



17:23  MP18207A-B2    94.071    103.226   87.726    97.328    102.396   88.415    94.75     96.224    



17:28  MP18207A-S3    81.451    97.463    87.077    92.904    93.483    87.191    87.293    86.776    



17:33  MP18207A-S4    74.432    92.741    81.994    89.987    89.324    83.893    86.074    84.596    



17:38  JC97393-2      71.172    90.613    80.319    91.003    88.017    82.561    84.812    83.171    



17:42  MP18207A-SD1   72.522    91.312    78.694    88.877    90.948    82.537    86.829    89.529    



17:47  ZZZZZZ         71.584    99.334    89.298    97.187    92.543    87.517    89.623    88.031    



17:52  ZZZZZZ         67.77 !a  93.804    82.91     93.667    88.718    82.151    86.967    82.045    



17:57  ZZZZZZ         69.995 !a 95.325    78.723    93.244    96.834    83.324    93.453    91.898    



18:02  ZZZZZZ         71.791    94.85     80.746    91.673    91.585    81.749    84.92     86.173    



18:07  MA47766-CCVA9  77.318    97.516    85.424    94.783    98.4      88.331    91.177    93.199    



18:12  MA47766-CCB9   79.03     96.728    80.48     91.048    94.523    83.052    88.021    92.739    



18:17  ZZZZZZ         77.91     95.818    80.186    92.255    95.417    85.142    95.348    93.273    



18:22  ZZZZZZ         79.576    95.583    81.373    92.367    96.656    84.856    97.439    92.104    



18:27  ZZZZZZ         80.786    96.898    82.643    94.917    98.54     86.935    96.986    92.556    



18:32  ZZZZZZ         81.99     98.17     83.45     95.223    98.78     85.602    93.623    93.224    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



18:36  ZZZZZZ         77.764    100.311   84.749    94.581    96.247    85.24     88.136    90.595    



18:41  ZZZZZZ         73.999    95.613    81.087    92.261    90.995    81.059    85.09     85.417    



18:46  ZZZZZZ         71.449    95.033    81.328    92.574    89.881    82.497    85.53     81.327    



18:51  ZZZZZZ         70.809    92.788    80.776    90.407    87.721    81.078    83.308    79.791    



18:56  ZZZZZZ         72.782    91.362    82.658    93.161    87.123    80.418    83.836    77.685    



19:01  ZZZZZZ         76.165    93.379    83.872    94.043    87.705    80.035    88.737    78.727    



19:06  MA47766-CCVA10 86.251    100.367   86.946    94.202    99.043    88.545    88.869    93.7      



19:11  MA47766-CCB10  86.683    100.763   85.878    94.639    97.927    86.116    90.214    94.11     



19:16  ZZZZZZ         76.972    95.881    81.858    89.965    92.56     82.508    89.506    82.947    



19:20  MP18214A-MB1   86.629    101.274   85.132    94.552    98.706    86.544    89.603    96.087    



19:25  MP18214A-B2    85.834    100.047   84.568    93.308    97.182    86.207    88.456    92.672    



19:30  MP18214A-S3    82.861    104.855   90.39     96.808    96.413    87.205    86.041    91.347    



19:35  MP18214A-S4    80.768    101.392   86.451    92.716    92.309    83.361    83.994    88.691    



19:40  JC97458-6      81.454    99.65     87.85     94.476    92.982    84.56     83.829    89.002    



19:45  MP18214A-SD1   86.803    100.167   86.013    92.98     98.091    87.517    88.639    92.506    



19:50  ZZZZZZ         82.306    100.787   86.576    93.869    93.609    82.788    83.839    90.57     



19:55  ZZZZZZ         82.648    103.64    89.235    96.307    94.504    83.893    85        90.349    



19:59  ZZZZZZ         82.099    99.984    86.086    93.924    92.914    83.39     83.851    89.513    



20:04  MA47766-CCVA11 81.147    95.318    83.422    89.305    94.768    84.938    85.105    89.766    



20:09  MA47766-CCB11  80.768    93.547    71.438    88.512    93.295    74.141    84.447    90.363    



20:14  ZZZZZZ         81.735    102.169   89.021    97.358    91.556    84.292    84.267    88.155    



20:19  ZZZZZZ         83.056    101       87.627    96.153    93.597    84.332    84.495    90.678    



20:24  ZZZZZZ         82.352    100.476   87.779    94.528    94.186    84.356    85.686    90.33     



20:29  ZZZZZZ         80.455    100.752   88.576    77.512    93.04     84.613    71.655    89.233    



20:34  ZZZZZZ         81.881    101.845   89.812    96.348    91.866    84.524    84.327    88.096    



20:38  ZZZZZZ         82.194    102.079   89.349    96.908    93.189    84.833    85.425    89.911    



20:43  ZZZZZZ         80.952    103.594   89.821    97.242    93.537    84.986    84.742    89.937    



20:48  ZZZZZZ         82.707    100.886   87.266    95.227    94.59     85.037    85.508    91.376    



20:53  ZZZZZZ         81.025    101.252   88.619    96.291    92.996    84.685    83.088    89.761    



20:58  ZZZZZZ         82.498    103.176   90.11     97.215    94.958    85.255    85.461    91.035    



21:03  MA47766-CCVA12 82.373    96.67     84.729    90.472    95.802    86.329    86.264    91.762    



21:08  MA47766-CCB12  81.613    95.559    81.597    89.915    93.724    82.794    83.854    92.72     



21:13  ZZZZZZ         79.945    102.629   90.201    96.859    92.636    84.214    84.715    88.574    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



21:18  ZZZZZZ         81.53     98.224    83.95     93.204    94.141    83.148    85.24     91.45     



21:22  ZZZZZZ         82.425    101.922   87.566    95.554    93.33     84.3      84.109    90.156    



21:27  ZZZZZZ         82.968    100.977   87.815    94.245    94.275    85.012    84.7      90.584    



21:32  ZZZZZZ         82.961    100.957   86.802    93.848    93.981    83.647    82.72     89.005    



21:37  MP18214A-PS1   82.357    100.916   88.977    93.379    94.721    85.132    83.316    89.21     



21:42  MP18232-MB1    83.189    95.342    81.607    88.827    93.341    83.189    83.971    91.158    



21:47  MP18232-B1     83.579    96.759    82.601    89.907    96.003    83.603    84.554    93.88     



21:52  MP18232-S1     81.903    97.269    82.263    87.965    96.866    83.84     84.087    92.193    



21:57  MP18232-S2     81.085    97        82.901    88.57     96.067    84.094    84.88     90.875    



22:01  MA47766-CCVA13 80.021    95.065    82.486    87.861    94.326    83.751    82.98     88.687    



22:06  MA47766-CCB13  78.382    91.252    77.907    86.141    90.322    79.659    81.019    87.987    



22:11  JC97736-4      79.684    93.217    81.417    87.34     91.333    82.382    82.673    88.605    



22:16  ZZZZZZ         80.179    94.868    75.997    87.39     93.599    76.989    82.535    88.788    



22:21  ZZZZZZ         78.843    94.363    80.102    87.171    92.827    80.434    82.255    87.72     



22:26  MP18233-MB1    No results reported for the elements associated with this internal standard.



22:31  MP18233-B1     No results reported for the elements associated with this internal standard.



22:37  MP18233-S1     No results reported for the elements associated with this internal standard.



22:42  MP18233-S2     No results reported for the elements associated with this internal standard.



22:47  JC97735-1      No results reported for the elements associated with this internal standard.



22:53  MP18233-S3     No results reported for the elements associated with this internal standard.



22:58  JC97735-2      No results reported for the elements associated with this internal standard.



23:03  MA47766-CCVA14 79.322    93.231    81.288    85.164    91.375    81.613    79.367    87.628    



23:08  MA47766-CCB14  78.707    90.381    77.763    84.181    88.788    78.359    78.849    87.496    



23:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:19  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:24  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:29  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:35  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:45  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:01  ZZZZZZ         No results reported for the elements associated with this internal standard.
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Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



00:06  MA47766-CCVA15 79.301    92.084    80.284    84.5      90.426    80.114    79.827    85.387    



00:11  MA47766-CCB15  66.048    71.867    76.036    83.607    72.245    76.521    78.541    69.773    



00:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:22  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:27  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:33  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:54  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:59  MP18234-MB1    80.359    89.127    75.569    82.486    85.524    75.909    77.983    85.081    



01:04  MP18234-B1     79.993    89.901    76.588    82.574    88.481    76.983    77.931    85.849    



01:10  MA47766-CCVA16 79.37     90.52     74.692    83.843    88.702    73.678    77.473    84.39     



01:14  MA47766-CCB16  79.077    88.452    75.312    82.313    87.002    75.936    77.085    83.979    



01:20  MP18234-S1     83.01     92.162    80.611    84.36     91.155    82.616    80.215    85.321    



01:25  MP18234-S2     83.914    92.404    80.725    84.222    91.338    82.42     81.036    86.136    



01:30  JC97736-3      82.593    90.839    80.386    84.38     88.908    81.661    79.102    83.891    



01:35  MP18234-S3     84.654    92.746    81.117    84.59     91.898    82.513    79.892    86.511    



01:40  JC97736-6      82.977    90.417    80.783    91.797    89.753    81.133    79.88     84.5      



01:46  ZZZZZZ         83.434    91.503    80.776    68.779    90.24     80.384    68.695    84.472    



01:51  ZZZZZZ         83.547    90.832    80.168    84.43     90.079    80.96     78.846    84.221    



01:56  ZZZZZZ         83.295    90.865    79.834    83.874    88.919    81.014    77.826    83.709    



02:02  ZZZZZZ         84.405    91.615    79.677    85.475    89.901    80.921    78.934    84.256    



02:07  ZZZZZZ         83.866    91.243    81.004    84.667    89.414    80.874    79.797    83.688    



02:13  MA47766-CCVA17 79.305    90.724    78.731    82.819    88.771    77.292    77.245    83.731    



02:18  MA47766-CCB17  78.52     86.878    75.881    82.068    85.326    74.871    75.854    83.256    



02:23  ZZZZZZ         92.874    101.229   89.153    146.081 !a98.113    87.082    130.615 !a92.667    



02:29  ZZZZZZ         83.639    89.971    79.556    83.953    88.615    80.133    78.093    82.154    



02:34  ZZZZZZ         83.662    90.958    78.895    84.028    88.974    80.212    78.111    82.974    



02:39  ZZZZZZ         83.863    90.996    79.681    83.29     88.262    80.28     78.286    83.175    



02:45  ZZZZZZ         84.825    91.961    80.684    84.438    89.049    80.48     79.072    83.767    



02:50  ZZZZZZ         No results reported for the elements associated with this internal standard.



02:55  ZZZZZZ         83.209    90.32     79.786    82.46     87.997    78.929    77.605    82.672    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



03:00  ZZZZZZ         84.548    90.916    80.016    84.387    88.185    80.729    77.495    83.783    



03:05  ZZZZZZ         84.508    91.645    80.06     83.342    90.143    80.607    77.153    82.712    



03:10  ZZZZZZ         84.213    90.716    80.011    83.734    88.627    79.531    78.053    83.684    



03:15  MA47766-CCVA18 80.081    89.134    77.292    80.611    86.778    77.167    75.266    82.728    



03:20  MA47766-CCB18  78.426    85.701    73.616    55.221 !a 84.381    73.24     54.297 !a 81.549    



03:24  ZZZZZZ         82.896    89.013    79.125    82.304    88.147    77.984    76.89     82.344    



03:29  ZZZZZZ         83.239    90.056    78.982    82.504    87.555    78.782    76.89     82.415    



03:34  ZZZZZZ         84.726    91.278    79.686    83.35     89.736    80.338    77.35     82.154    



03:39  MP18235-MB1    80.487    87.421    73.99     80.372    84.518    73.542    75.106    82.386    



03:44  MP18235-B1     79.91     88.818    74.539    80.544    86.475    75.189    74.133    83.715    



03:49  MP18235-S1     84.03     90.232    78.801    81.764    89.651    78.5      76.174    83.37     



03:54  MP18235-S2     84.121    90.713    78.641    82.663    90.07     78.977    76.742    83.666    



03:59  JC97736-25     82.737    88.674    78.121    82.192    86.862    78.371    77.505    81.785    



04:04  ZZZZZZ         79.152    87.115    73.048    79.855    83.394    73.331    73.125    81.068    



04:09  ZZZZZZ         79.307    86.463    72.85     68.254    83.13     72.052    61.216    81.316    



04:13  MA47766-CCVA19 78.88     88.138    75.763    79.613    86.893    74.751    74.648    81.474    



04:18  MA47766-CCB19  78.828    86.003    72.765    79.708    83.271    72.686    73.54     81.749    



04:23  ZZZZZZ         78.357    86.218    73.219    79.45     84.216    72.108    73.092    80.747    



04:28  ZZZZZZ         79.158    86.443    69.882    79.434    82.106    69.177    73.232    81.229    



! = Outside limits.



LEGEND:                                                
Istd#   Parameter                Limits                _______ ________________________ __________           
Istd#1  Lithium                  60-125 %             
Istd#2  Scandium (45-1)          60-125 %             
Istd#3  Scandium (45-2)          60-125 %             
Istd#4  Scandium (45-3)          60-125 %             
Istd#5  Germanium (74-1)         60-125 %             
Istd#6  Germanium (74-2)         60-125 %             
Istd#7  Germanium (74-3)         60-125 %             
Istd#8  Rhodium (103-1)          60-125 %             



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



10:09  MA47766-STD1   No results reported for the elements associated with this internal standard.



10:14  MA47766-STD2   No results reported for the elements associated with this internal standard.



10:19  MA47766-STD3   100       100       100       100       100       100       100       100       



10:24  MA47766-STD4   100.694   100.958   99.714    101.136   99.118    100.67    100.337   99.924    



10:29  MA47766-STD5   100.706   100.875   99.239    100.701   99.045    100.233   101.014   98.994    



10:34  MA47766-STD6   98.729    99.051    99.314    99.636    99.526    99.581    99.955    99.628    



10:39  MA47766-STD7   99.837    98.327    99.425    98.831    100.16    99.109    99.235    100.927   



10:44  MA47766-STD8   98.358    96.642    101.143   98.251    101.16    99.585    98.188    103.772   



10:49  MA47766-STD9   98.637    96.344    98.356    99.146    97.422    99.157    97.789    98.294    



10:54  MA47766-STD10  100.871   98.588    98.386    100.114   98.621    101.761   99.494    99.202    



10:59  MA47766-STD11  101.729   98.66     98.726    102.993   99.781    102.912   100.866   100.231   



11:04  MA47766-STD12  99.045    97.512    97.141    102.145   97.921    102.51    99.405    97.826    



11:09  ZZZZZZ         102.407   101.038   101.302   101.654   98.506    100.084   98.486    99.019    



11:21  MA47766-ICVA1  100.378   97.288    99.089    101.846   99.635    102.328   98.267    100.39    



11:26  MA47766-ICV1   100.733   101.149   100.211   99.624    99.041    98.887    98.915    99.974    



11:31  MA47766-ICB1   100.692   99.389    100.872   99.809    98.102    98.152    97.204    99.14     



11:36  MA47766-CCVA1  99.131    96.73     100.927   99.643    100.583   101.269   98.51     102.39    



11:41  MA47766-CCB1   99.82     100.26    100.496   98.634    98.59     98.179    97.545    99.098    



11:46  MA47766-CRI1   100.488   99.858    101.593   101.027   99.827    99.264    97.733    100.563   



11:54  MA47766-ICSA1  90.294    92.128    90.374    95.291    90.696    92.595    100.287   91.21     



11:58  MA47766-ICSAB1 90.485    84.504    93.696    95.865    94.378    92.643    91.318    94.098    



12:03  ZZZZZZ         93.491    96.896    101.298   93.607    101.883   94.093    95.258    103.974   



12:08  MA47766-CCVA2  99.24     94.99     103.84    99.321    107.688   102.002   98.405    107.811   



12:13  MA47766-CCB2   97.657    98.51     101.545   96.816    106.821   98.349    97.265    102.524   



12:19  JC97382-3      96.904    97.761    103.074   92.468    105.989   97.943    97.976    106.543   



12:24  ZZZZZZ         92.147    98.005    103.251   88.764    104.338   92.658    99.434    106.862   



12:29  ZZZZZZ         97.122    96.853    103.747   94.976    107.968   100.195   99.85     110.182   



12:34  MP18043-S1     95.3      95.016    103.521   93.488    107.07    98.83     98.109    109.076   



12:38  MP18043-S1     98.732    99.156    104.818   95.974    107.189   99.664    99.051    109.28    



12:44  MP18043-S2     96.352    96.545    104.518   93.854    108.892   99.297    99.607    110.429   



12:49  MP18043-S2     98.772    98.752    105.989   94.734    105.78    99.035    98.672    108.274   



12:54  JC97373-1      97.929    97.88     105.61    95.9      107.742   99.588    99.199    109.62    



12:59  MA47766-CCVA3  98.26     96.156    106.44    95.322    107.884   99.219    97.767    110.342   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



13:04  MA47766-CCB3   97.209    97.312    111.909   93.921    112.054   95.611    96.731    106.119   



13:09  JC97373-1      95.725    97.305    103.029   91.903    105.076   94.855    96.935    105.51    



13:14  MP18043-SD1    96.618    96.843    103.915   93.284    104.908   94.909    97.667    106.029   



13:19  MP18043-SD1    97.364    97.684    105.186   93.464    105.51    95.625    96.258    105.625   



13:24  MP18043-S3     94.579    94.114    91.772    91.732    95.647    97.634    98.476    97.423    



13:29  MP18043-S3     96.974    96.913    105.845   93.61     104.684   96.013    96.959    106.959   



13:34  MP18043-S4     97.105    92.867    103.096   94.165    106.592   99.675    96.693    108.594   



13:39  MP18043-S4     95.991    96.483    103.477   92.899    105.705   95.343    96.824    107.312   



13:44  JC97373-1F     95.903    96.381    102.814   92.246    106.611   96.752    97.079    107.093   



13:49  MA47766-CCVA4  96.569    94.242    105.56    94.22     107.82    97.273    96.467    109.653   



13:54  MA47766-CCB4   94.315    95.179    103.22    90.9      101.871   92.034    93.563    103.37    



13:59  JC97373-1F     93.65     93.127    101.185   88.928    101.848   92        93.041    103.158   



14:04  MP18043-SD2    93.629    93.557    102.45    90.243    103.361   93.099    93.103    105.471   



14:09  MP18043-SD2    93.351    94.836    102.491   90.483    100.408   92.454    93.697    102.217   



14:14  ZZZZZZ         93.856    93.511    101.917   90.738    105.311   96.571    96.067    107.614   



14:19  ZZZZZZ         93.654    94.295    102.825   90.95     103.866   94.112    95.604    105.45    



14:24  ZZZZZZ         91.903    91.92     101.043   89.277    103.286   93.696    96.576    104.474   



14:28  ZZZZZZ         93.205    94.174    103.9     90.246    102.53    93.473    95.269    104.831   



14:33  ZZZZZZ         90.687    91.848    100.769   87.651    104.593   92.975    94.778    105.94    



14:38  MA47766-CCVA5  95.35     92.155    108.645   92.932    112.726   97.089    94.052    111.374   



14:43  MA47766-CCB5   92.577    93.025    100.128   88.627    100.656   89.807    91.358    100.594   



14:48  ZZZZZZ         89.123    89.752    99.561    86.943    103.068   91.834    92.267    104.731   



14:53  ZZZZZZ         90.537    90.38     100.589   87.578    103.34    91.909    92.668    105.271   



14:58  JC97382-1      89.425    90.591    99.242    85.425    102.424   91.306    93.084    108.3     



15:03  JC97382-2      85.933    85.842    97.242    84.163    102.211   89.719    91.613    104.423   



15:08  JC97382-2      95.288    93.712    103.188   91.492    102.281   94.241    94.989    103.037   



15:13  ZZZZZZ         90.91     90.352    101.341   86.515    104.84    92.773    93.926    116.938   



15:18  MA47766-CCVA6  95.823    92.404    104.89    93.693    105.731   96.385    94.907    106.978   



15:23  MA47766-CCB6   93.048    93.648    102.801   89.156    101.322   91.345    92.044    103.078   



15:28  MP11929-MB7    94.329    93.949    103.485   90.212    100.17    91.583    92.762    102.998   



15:33  ZZZZZZ         88.038    92.879    104.912   84.988    103.589   86.394    91.097    104.472   



15:38  ZZZZZZ         93.311    94.035    102.068   90.052    100.977   91.108    90.423    102.465   



15:44  MP11929-B7     94.745    92.837    103.042   91.349    102.707   92.436    90.438    103.76    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



15:49  ZZZZZZ         92.436    92.08     101.16    88.736    98.487    89.227    87.279    99.766    



15:54  ZZZZZZ         89.052    87.929    99.433    84.268    100.03    88.748    86.836    102.231   



15:59  ZZZZZZ         92.95     92.05     100.819   89.979    99.625    89.701    87.903    100.912   



16:04  ZZZZZZ         93.461    92.132    100.409   89.442    98.532    89.145    87.269    100.45    



16:09  MA47766-CCVA7  93.259    89.166    101.004   90.583    100.61    92.021    86.28     101.127   



16:14  MA47766-CCB7   91.483    90.79     99.097    87.219    98.505    87.569    85.044    98.478    



16:19  MP11928-MB7    91.942    90.007    100.773   86.89     97.674    87.832    85.006    99.217    



16:24  MP11926-MB7    92.109    90.965    100.379   87.594    96.555    87.56     84.756    98.039    



16:29  MP11928-B7     91.335    88.853    99.339    86.819    99.683    89.65     85.7      99.655    



16:34  ZZZZZZ         91.96     90.851    100.225   89.301    97.779    88.787    85.884    98.821    



16:38  MP11926-B7     88.856    86.544    98.003    84.707    99.633    88.975    86.117    100.096   



16:43  ZZZZZZ         92.531    90.149    100.417   89.444    98.791    88.925    86.271    99.164    



16:52  ZZZZZZ         92.227    90.801    99.35     88.824    96.195    88.628    86.728    96.636    



16:59  ZZZZZZ         91.558    90.86     99.618    88.663    97.733    89.042    86.059    97.727    



17:04  ZZZZZZ         91.012    87.32     95.626    88.442    98.348    90.726    86.075    96.182    



17:08  MA47766-CCVA8  90.895    86.018    97.808    88.482    99.447    90.18     84.79     99.008    



17:13  MA47766-CCB8   90.843    87.735    98.689    86.332    96.485    86.847    83.648    97.29     



17:18  MP18207A-MB1   88.398    86.415    96.628    83.51     95.838    86.127    83.649    97.701    



17:23  MP18207A-B2    84.16     85.686    98.029    81.592    98.197    84.964    84.464    100.04    



17:28  MP18207A-S3    81.512    79.463    91.394    80.312    96.105    86.421    83.433    120.043   



17:33  MP18207A-S4    79.166    77.213    89.558    77.778    93.944    84.5      83.219    117.316   



17:38  JC97393-2      78.379    76.889    88.025    76.297    93.638    84.274    83.677    115.633   



17:42  MP18207A-SD1   81.546    81.1      92.182    78.297    94.474    83.677    82.583    100.114   



17:47  ZZZZZZ         82.042    80.952    93.32     80.447    97.698    86.036    85.681    129.866   



17:52  ZZZZZZ         75.189    76.499    87.617    74.675    90.792    77.504    80.045    97.033    



17:57  ZZZZZZ         81.872    81.097    96.267    77.92     98.361    83.759    83.252    100.594   



18:02  ZZZZZZ         78        76.305    90.495    76.119    93.774    81.167    79.343    95.231    



18:07  MA47766-CCVA9  85.39     83.301    96.543    81.766    98.534    86.409    84.217    99.573    



18:12  MA47766-CCB9   83.41     82.853    94.411    78.532    94.894    81.405    79.875    95.493    



18:17  ZZZZZZ         82.071    82.233    93.288    76.264    94.97     81.782    81.202    96.022    



18:22  ZZZZZZ         82.64     82.397    93.589    76.574    95.176    81.783    81.284    97.043    



18:27  ZZZZZZ         83.235    82.641    94.014    77.7      95.398    82.396    81.617    96.696    



18:32  ZZZZZZ         84.056    83.569    94.37     78.757    95.748    82.123    82.795    96.232    



_________________________________________________________________________________________________________



Page 10



78 of 595



JC97382



6
6.2.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



18:36  ZZZZZZ         81.056    79.389    94.236    77.994    94.774    81.444    81.075    97.99     



18:41  ZZZZZZ         77.417    75.596    90.205    74.768    93.039    79.799    79.245    94.474    



18:46  ZZZZZZ         72.575    72.393    86.401    72.893    90.12     78.154    77.939    92.06     



18:51  ZZZZZZ         72.187    70.852    84.604    72.433    87.581    77.133    76.355    89.947    



18:56  ZZZZZZ         72.524    70.898    83.721    73.546    88.069    79.063    77.864    89.365    



19:01  ZZZZZZ         71.659    71.11     85.25     72.121    88.537    77.34     77.285    89.928    



19:06  MA47766-CCVA10 84.728    80.958    95.53     82.19     96.831    84.5      81.43     96.913    



19:11  MA47766-CCB10  85.151    84.277    95.097    80.693    94.086    82.638    80.551    95.098    



19:16  ZZZZZZ         75.602    73.644    87.332    73.758    90.885    79.398    77.812    92.141    



19:20  MP18214A-MB1   85.077    83.641    96.595    80.789    95.605    82.446    80.299    95.695    



19:25  MP18214A-B2    83.711    81.318    95.302    80.101    95.322    83.513    81.106    96.066    



19:30  MP18214A-S3    82.382    78.213    93.421    80.71     95.665    84.699    80.33     102.909   



19:35  MP18214A-S4    79.875    75.999    91.805    77.915    93.686    82.92     79.167    100.84    



19:40  JC97458-6      81.491    77.501    91.3      79.367    92.691    83.793    79.427    100.758   



19:45  MP18214A-SD1   84.008    82.027    95.266    81.97     94.079    83.317    80.715    96.898    



19:50  ZZZZZZ         80.606    77.571    92.146    78.048    93.967    81.593    78.564    101.413   



19:55  ZZZZZZ         81.818    78.159    92.219    78.945    93.704    82.906    79.561    104.165   



19:59  ZZZZZZ         80.969    78.113    91.313    78.146    93.315    82.424    79.438    99.778    



20:04  MA47766-CCVA11 81.941    77.97     92.23     79.844    93.111    83.415    78.49     94.824    



20:09  MA47766-CCB11  72.502    79.389    91.114    69.767 !a 90.562    71.477    77.008    90.721    



20:14  ZZZZZZ         80.845    77.455    90.479    78.851    92.013    82.705    79.428    103.625   



20:19  ZZZZZZ         81.931    78.104    92.971    79.786    93.419    82.546    79.371    100.063   



20:24  ZZZZZZ         81.591    77.558    92.695    79.394    93.48     83.108    79.568    100.685   



20:29  ZZZZZZ         80.583    62.124 !a 90.941    78.567    92.276    82.742    63.915 !a 102.213   



20:34  ZZZZZZ         81.064    76.492    90.652    79.337    92.324    83.07     79.463    100.712   



20:38  ZZZZZZ         81.876    77.522    91.409    79.736    93.508    83.554    80.918    102.844   



20:43  ZZZZZZ         81.496    76.829    92.441    79.74     94.035    83.43     80.202    103.57    



20:48  ZZZZZZ         81.497    78.22     93.121    78.909    93.784    82.217    79.429    102.515   



20:53  ZZZZZZ         81.31     76.974    91.457    79.398    93.83     83.438    80.339    103.141   



20:58  ZZZZZZ         82.397    77.82     92.339    79.767    93.668    82.799    79.837    101.819   



21:03  MA47766-CCVA12 83.08     77.958    93.63     81.014    93.925    83.68     79.65     94.389    



21:08  MA47766-CCB12  81.852    78.785    92.67     78.596    91.781    80.28     78.239    92.158    



21:13  ZZZZZZ         81.018    75.979    90.112    79.333    92.597    83.209    79.479    100.415   
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Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



21:18  ZZZZZZ         81.07     77.64     92.513    78.693    92.791    81.961    78.959    98.016    



21:22  ZZZZZZ         81.054    77.211    91.634    78.723    92.86     82.536    79.048    101.517   



21:27  ZZZZZZ         81.483    76.953    92.71     79.516    92.873    82.607    78.779    100.983   



21:32  ZZZZZZ         80.484    76.184    91.741    78.212    92.11     81.52     78.396    98.809    



21:37  MP18214A-PS1   80.962    75.806    91.347    80.466    92.253    83.432    78.148    99.083    



21:42  MP18232-MB1    81.472    78.619    92.014    78.858    90.494    79.859    76.9      91.549    



21:47  MP18232-B1     81.994    78.528    92.876    78.499    92.883    81.004    77.993    93.198    



21:52  MP18232-S1     80.737    76.351    93.805    79.033    94.919    81.435    77.254    94.916    



21:57  MP18232-S2     81.368    76.436    93.286    79.872    92.905    81.391    76.727    94.386    



22:01  MA47766-CCVA13 80.331    74.949    90.944    78.569    91.501    81.601    75.969    92.483    



22:06  MA47766-CCB13  78.682    75.968    89.139    75.305    89.045    77.719    74.103    89.23     



22:11  JC97736-4      78.881    75.13     90.748    77.279    89.321    79.166    75.103    89.602    



22:16  ZZZZZZ         74.625    76.147    91.368    73.483    89.855    75.047    76.599    90.776    



22:21  ZZZZZZ         78.894    75.015    90.803    77.199    90.428    79.316    76.324    91.456    



22:26  MP18233-MB1    No results reported for the elements associated with this internal standard.



22:31  MP18233-B1     No results reported for the elements associated with this internal standard.



22:37  MP18233-S1     No results reported for the elements associated with this internal standard.



22:42  MP18233-S2     No results reported for the elements associated with this internal standard.



22:47  JC97735-1      No results reported for the elements associated with this internal standard.



22:53  MP18233-S3     No results reported for the elements associated with this internal standard.



22:58  JC97735-2      No results reported for the elements associated with this internal standard.



23:03  MA47766-CCVA14 78.947    72.89     88.814    77.369    88.71     79.98     74.612    89.579    



23:08  MA47766-CCB14  77.339    74.491    87.359    74.698    86.806    75.815    72.55     87.845    



23:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:19  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:24  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:29  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:35  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:45  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:01  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



00:06  MA47766-CCVA15 77.308    72.061    88.329    76.198    89.028    79.356    75.867    90.638    



00:11  MA47766-CCB15  76.042    72.872    69.799    73.68     69.381    75.5      72.618    69.22     



00:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:22  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:27  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:33  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:54  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:59  MP18234-MB1    75.202    71.944    85.263    72.516    84.369    74.257    72.517    85.647    



01:04  MP18234-B1     75.638    71.92     87.699    73.819    86.528    76.297    72.659    87.283    



01:10  MA47766-CCVA16 71.116    70.312    85.834    69.735    86.465    72.817    72.996    86.861    



01:14  MA47766-CCB16  74.865    71.169    84.886    73.04     84.224    73.833    71.548    84.595    



01:20  MP18234-S1     76.567    72.112    87.17     77.716    85.873    78.171    73.063    87.145    



01:25  MP18234-S2     76.782    71.879    87.635    77.325    86.852    77.886    73.815    87.001    



01:30  JC97736-3      76.303    70.995    86.529    76.426    84.296    76.627    72.916    85.606    



01:35  MP18234-S3     77.216    71.466    88.691    77.333    87.809    78.524    73.216    88.427    



01:40  JC97736-6      76.492    77.177    86.226    76.359    84.976    76.603    79.079    84.755    



01:46  ZZZZZZ         75.424    58.866 !a 86.451    76.608    85.789    76.385    59.557 !a 86.383    



01:51  ZZZZZZ         76.285    71.213    86.463    76.203    84.805    76.375    72.334    86.101    



01:56  ZZZZZZ         75.171    71.541    86.198    75.531    84.172    75.675    72.344    84.314    



02:02  ZZZZZZ         75.981    71.023    87.119    75.643    85.063    76.21     72.319    85.203    



02:07  ZZZZZZ         75.868    70.908    86.063    76.526    84.659    76.65     71.63     85.339    



02:13  MA47766-CCVA17 75.141    69.63     85.522    74.327    86.098    76.353    71.824    86.309    



02:18  MA47766-CCB17  74.093    70.041    84.095    71.781    83.357    73.627    70.717    83.31     



02:23  ZZZZZZ         84.774    120.011   95.257    84.289    95.147    85.567    103.86    96.344    



02:29  ZZZZZZ         74.808    70.701    85.342    75.51     83.232    75.666    71.825    84.625    



02:34  ZZZZZZ         75.014    70.864    85.582    75.351    83.795    75.55     72.27     84.082    



02:39  ZZZZZZ         75.032    70.492    85.577    75.193    83.602    75.353    71.82     83.82     



02:45  ZZZZZZ         75.092    70.567    87.387    76.243    84.889    76.187    73.257    85.161    



02:50  ZZZZZZ         No results reported for the elements associated with this internal standard.



02:55  ZZZZZZ         74.979    69.702    85.092    74.874    83.8      75.416    71.409    83.617    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



03:00  ZZZZZZ         74.708    70.169    85.559    75.72     84.88     75.981    71.696    83.922    



03:05  ZZZZZZ         74.414    70.41     86.007    75.323    83.403    75.273    71.983    84.091    



03:10  ZZZZZZ         74.484    70.218    85.7      74.735    83.297    74.705    71.721    83.568    



03:15  MA47766-CCVA18 74.06     67.538    83.72     72.326    83.833    75.071    70.205    84.36     



03:20  MA47766-CCB18  72.345    47.676 !a 83.144    69.71     81.824    71.979    48.139 !a 82.213    



03:24  ZZZZZZ         73.657    68.989    84.833    74.208    82.955    74.265    70.473    84.308    



03:29  ZZZZZZ         73.678    69.517    84.484    73.75     83.202    74.03     70.78     84.234    



03:34  ZZZZZZ         73.811    70.773    85.238    75.038    84.351    75.068    72.393    83.708    



03:39  MP18235-MB1    72.444    68.959    82.458    70.362    82.347    71.944    69.502    82.548    



03:44  MP18235-B1     73.394    69.402    84.205    71.098    84.166    72.812    69.999    83.973    



03:49  MP18235-S1     73.986    68.671    86.026    75.081    83.923    75.245    70.61     83.806    



03:54  MP18235-S2     73.797    69.166    85.981    74.185    84.153    74.439    71.529    84.867    



03:59  JC97736-25     72.908    69.107    83.729    73.578    81.953    73.685    70.294    82.257    



04:04  ZZZZZZ         71.171    68.213    81.758    69.184    81.038    70.88     68.179    82.586    



04:09  ZZZZZZ         71.226    57.856 !  81.257    68.752    81.667    70.576    58.681 !  81.386    



04:13  MA47766-CCVA19 72.017    66.929    83.421    70.526    83.022    73.444    69.594    84.115    



04:18  MA47766-CCB19  70.857    67.603    81.806    68.824    80.93     70.603    67.915    81.686    



04:23  ZZZZZZ         71.522    67.758    82.278    69.01     80.558    70.438    67.872    81.094    



04:28  ZZZZZZ         67.878    67.361    81.481    65.195    81.215    67.235    67.674    81.265    



! = Outside limits.



LEGEND:                                                
Istd#   Parameter                Limits                _______ ________________________ __________           
Istd#9  Rhodium (103-2)          60-125 %             
Istd#10 Rhodium (103-3)          60-125 %             
Istd#11 Indium (115-1)           60-125 %             
Istd#12 Indium (115-2)           60-125 %             
Istd#13 Terbium (159-1)          60-125 %             
Istd#14 Terbium (159-2)          60-125 %             
Istd#15 Terbium (159-3)          60-125 %             
Istd#16 Holmium (165-1)          60-125 %             



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



10:09  MA47766-STD1   No results reported for the elements associated with this internal standard.



10:14  MA47766-STD2   No results reported for the elements associated with this internal standard.



10:19  MA47766-STD3   100       100       100       



10:24  MA47766-STD4   100.87    98.89     99.738    



10:29  MA47766-STD5   100.066   100.633   100.217   



10:34  MA47766-STD6   99.369    100.378   99.206    



10:39  MA47766-STD7   99.959    100.977   99.187    



10:44  MA47766-STD8   99.071    103.443   99.202    



10:49  MA47766-STD9   99.432    98.653    98.77     



10:54  MA47766-STD10  102.099   96.678    99.976    



10:59  MA47766-STD11  103.21    95.303    99.19     



11:04  MA47766-STD12  102.754   92.751    96.478    



11:09  ZZZZZZ         100.575   100.153   99.197    



11:21  MA47766-ICVA1  102.626   96.261    98.03     



11:26  MA47766-ICV1   98.878    99.97     97.246    



11:31  MA47766-ICB1   98.852    99        97.342    



11:36  MA47766-CCVA1  101.524   98.285    97.299    



11:41  MA47766-CCB1   97.798    99.309    97.273    



11:46  MA47766-CRI1   98.603    98.941    97.362    



11:54  MA47766-ICSA1  91.786    81.414    81.349    



11:58  MA47766-ICSAB1 93.174    83.48     82.173    



12:03  ZZZZZZ         94.734    101.107   94.426    



12:08  MA47766-CCVA2  102.465   103.304   99.794    



12:13  MA47766-CCB2   99.187    101.769   97.619    



12:19  JC97382-3      98.22     103.341   95.86     



12:24  ZZZZZZ         93.559    103.61    91.009    



12:29  ZZZZZZ         101.667   103.341   96.221    



12:34  MP18043-S1     101.536   102.002   95.002    



12:38  MP18043-S1     100.735   105.37    98.424    



12:44  MP18043-S2     100.956   103.056   95.27     



12:49  MP18043-S2     99.857    104.188   97.047    



12:54  JC97373-1      101.27    102.616   97.899    



12:59  MA47766-CCVA3  100.835   104.508   96.536    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



13:04  MA47766-CCB3   95.38     103.827   95.329    



13:09  JC97373-1      96.111    102.228   94.713    



13:14  MP18043-SD1    96.418    104.026   95.077    



13:19  MP18043-SD1    96.979    104.158   94.676    



13:24  MP18043-S3     97.611    88.674    93.413    



13:29  MP18043-S3     97.009    102.812   95.227    



13:34  MP18043-S4     101.46    101.103   95.454    



13:39  MP18043-S4     95.953    102.146   94.652    



13:44  JC97373-1F     97.383    101.355   93.828    



13:49  MA47766-CCVA4  98.474    103.376   94.638    



13:54  MA47766-CCB4   93.825    100.9     93.192    



13:59  JC97373-1F     93.94     101.068   92.351    



14:04  MP18043-SD2    93.493    100.813   92.366    



14:09  MP18043-SD2    92.666    100.341   91.762    



14:14  ZZZZZZ         97.69     98.785    92.443    



14:19  ZZZZZZ         95.555    101.034   92.077    



14:24  ZZZZZZ         94.675    99.541    90.381    



14:28  ZZZZZZ         93.727    100.35    91.251    



14:33  ZZZZZZ         94.081    98.329    89.02     



14:38  MA47766-CCVA5  97.769    103.703   93.58     



14:43  MA47766-CCB5   91.095    99.679    89.839    



14:48  ZZZZZZ         93.516    96.461    87.685    



14:53  ZZZZZZ         92.674    96.722    87.521    



14:58  JC97382-1      96.274    98.222    88.237    



15:03  JC97382-2      93.593    92.283    83.092    



15:08  JC97382-2      95.669    99.847    92.856    



15:13  ZZZZZZ         102.19    98.873    89.063    



15:18  MA47766-CCVA6  97.628    101.196   92.705    



15:23  MA47766-CCB6   92.462    99.434    90.376    



15:28  MP11929-MB7    92.286    98.476    90.804    



15:33  ZZZZZZ         86.963    101.274   83.997    



15:38  ZZZZZZ         91.41     98.591    90.346    



15:44  MP11929-B7     93.521    99.523    90.418    
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Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



15:49  ZZZZZZ         89.388    97.405    88.664    



15:54  ZZZZZZ         89.72     95.095    84.969    



15:59  ZZZZZZ         89.502    98.133    88.176    



16:04  ZZZZZZ         90.528    96.705    88.614    



16:09  MA47766-CCVA7  92.452    95.405    88.531    



16:14  MA47766-CCB7   87.456    94.299    86.625    



16:19  MP11928-MB7    87.789    95.081    87.041    



16:24  MP11926-MB7    88.52     95.372    87.019    



16:29  MP11928-B7     90.11     95.909    86.986    



16:34  ZZZZZZ         88.552    96.097    88.285    



16:38  MP11926-B7     89.872    94.7      84.749    



16:43  ZZZZZZ         88.236    96.574    88.079    



16:52  ZZZZZZ         89.395    94.009    88.397    



16:59  ZZZZZZ         89.132    94.4      87.57     



17:04  ZZZZZZ         90.888    89.346    86.81     



17:08  MA47766-CCVA8  90.374    93.978    87.149    



17:13  MA47766-CCB8   87.487    94.113    85.908    



17:18  MP18207A-MB1   86.264    92.841    83.417    



17:23  MP18207A-B2    84.965    92.898    80.918    



17:28  MP18207A-S3    108.113   85.111    78.356    



17:33  MP18207A-S4    105.171   84.794    77.4      



17:38  JC97393-2      104.883   84.369    76.881    



17:42  MP18207A-SD1   87.849    91.241    82.545    



17:47  ZZZZZZ         114.767   87.423    78.303    



17:52  ZZZZZZ         83.009    79.996    69.669 !a 



17:57  ZZZZZZ         85.485    92.955    81.476    



18:02  ZZZZZZ         81.53     85.539    75.537    



18:07  MA47766-CCVA9  87.668    92.617    84.291    



18:12  MA47766-CCB9   82.385    93.244    81.33     



18:17  ZZZZZZ         82.902    91.158    79.41     



18:22  ZZZZZZ         81.862    90.419    79.574    



18:27  ZZZZZZ         82.646    90.714    80.129    



18:32  ZZZZZZ         82.294    91.337    80.173    
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Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



18:36  ZZZZZZ         84.206    87.208    76.15     



18:41  ZZZZZZ         81.621    84.724    74.713    



18:46  ZZZZZZ         79.226    77.497    68.363 !a 



18:51  ZZZZZZ         78.368    75.159    68.13 !a  



18:56  ZZZZZZ         79.962    74.875    67.699 !a 



19:01  ZZZZZZ         78.097    75.1      66.682 !a 



19:06  MA47766-CCVA10 85.72     91.055    82.566    



19:11  MA47766-CCB10  82.949    91.201    80.844    



19:16  ZZZZZZ         79.991    79.355    71.192    



19:20  MP18214A-MB1   82.869    93.469    81.905    



19:25  MP18214A-B2    84.861    91.015    81.291    



19:30  MP18214A-S3    91.335    87.451    81.492    



19:35  MP18214A-S4    89.932    86.609    79.727    



19:40  JC97458-6      90.709    88.438    80.874    



19:45  MP18214A-SD1   84.743    92.566    83.095    



19:50  ZZZZZZ         88.443    90.609    79.991    



19:55  ZZZZZZ         91.354    88.54     80.043    



19:59  ZZZZZZ         89.185    88.005    79.759    



20:04  MA47766-CCVA11 84.204    88.341    81.185    



20:09  MA47766-CCB11  71.728    88.88     71.457    



20:14  ZZZZZZ         92.11     87.073    79.762    



20:19  ZZZZZZ         87.604    89.749    81.349    



20:24  ZZZZZZ         90.012    88.744    80.163    



20:29  ZZZZZZ         90.621    87.97     79.472    



20:34  ZZZZZZ         91.081    86.538    80.014    



20:38  ZZZZZZ         92.413    87.738    80.47     



20:43  ZZZZZZ         91.329    88.945    80.957    



20:48  ZZZZZZ         88.524    90.027    80.085    



20:53  ZZZZZZ         92.011    88.074    80.18     



20:58  ZZZZZZ         90.686    88.98     79.55     



21:03  MA47766-CCVA12 84.243    88.83     80.942    



21:08  MA47766-CCB12  81.047    88.381    79.731    



21:13  ZZZZZZ         90.555    86.815    79.123    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



21:18  ZZZZZZ         86.186    89.209    79.881    



21:22  ZZZZZZ         89.173    88.12     79.326    



21:27  ZZZZZZ         89.43     88.25     79.829    



21:32  ZZZZZZ         87.168    87.524    79.884    



21:37  MP18214A-PS1   90.366    86.531    80.393    



21:42  MP18232-MB1    80.367    88.254    79.73     



21:47  MP18232-B1     80.759    91.095    80.768    



21:52  MP18232-S1     81.805    88.646    79.194    



21:57  MP18232-S2     81.192    89.029    79.346    



22:01  MA47766-CCVA13 82.884    85.768    78.871    



22:06  MA47766-CCB13  78.065    85.536    76.761    



22:11  JC97736-4      79.28     85.58     77.234    



22:16  ZZZZZZ         75.511    86.184    73.069    



22:21  ZZZZZZ         80.104    86.617    77.378    



22:26  MP18233-MB1    No results reported for the elements associated with this internal standard.



22:31  MP18233-B1     No results reported for the elements associated with this internal standard.



22:37  MP18233-S1     No results reported for the elements associated with this internal standard.



22:42  MP18233-S2     No results reported for the elements associated with this internal standard.



22:47  JC97735-1      No results reported for the elements associated with this internal standard.



22:53  MP18233-S3     No results reported for the elements associated with this internal standard.



22:58  JC97735-2      No results reported for the elements associated with this internal standard.



23:03  MA47766-CCVA14 81.153    84.111    77.274    



23:08  MA47766-CCB14  76.643    83.71     75.238    



23:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:19  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:24  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:29  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:35  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:45  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:01  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



00:06  MA47766-CCVA15 80.189    84.363    76.449    



00:11  MA47766-CCB15  75.631    67.903    74.324    



00:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:22  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:27  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:33  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:54  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:59  MP18234-MB1    75.087    82.948    73.373    



01:04  MP18234-B1     75.768    85.454    75.044    



01:10  MA47766-CCVA16 72.987    83.188    69.573    



01:14  MA47766-CCB16  74.769    81.028    73.403    



01:20  MP18234-S1     77.989    82.75     75.994    



01:25  MP18234-S2     78.361    84.309    75.835    



01:30  JC97736-3      77.263    81.46     74.707    



01:35  MP18234-S3     78.861    84.241    75.509    



01:40  JC97736-6      77.015    81.29     74.428    



01:46  ZZZZZZ         76.515    82.806    74.492    



01:51  ZZZZZZ         76.52     81.125    73.831    



01:56  ZZZZZZ         75.546    81.176    73.768    



02:02  ZZZZZZ         76.433    80.255    73.857    



02:07  ZZZZZZ         77.773    80.607    74.149    



02:13  MA47766-CCVA17 76.703    80.267    73.41     



02:18  MA47766-CCB17  73.591    80.715    72.359    



02:23  ZZZZZZ         85.214    87.688    83.182    



02:29  ZZZZZZ         76.15     80.455    73.695    



02:34  ZZZZZZ         75.316    80.506    73.537    



02:39  ZZZZZZ         76.092    80.734    73.465    



02:45  ZZZZZZ         76.904    80.302    73.327    



02:50  ZZZZZZ         No results reported for the elements associated with this internal standard.



02:55  ZZZZZZ         76.121    79.648    73.176    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Al,Cr,Na,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



03:00  ZZZZZZ         75.399    81.05     73.581    



03:05  ZZZZZZ         75.904    79.799    72.94     



03:10  ZZZZZZ         75.035    80.545    72.242    



03:15  MA47766-CCVA18 75.859    79.559    72.35     



03:20  MA47766-CCB18  72.134    78.705    70.447    



03:24  ZZZZZZ         74.937    79.021    71.915    



03:29  ZZZZZZ         74.44     79.285    72.139    



03:34  ZZZZZZ         75.443    79.42     72.735    



03:39  MP18235-MB1    72.235    79.727    70.592    



03:44  MP18235-B1     73.174    82.986    71.198    



03:49  MP18235-S1     75.677    81.404    73.105    



03:54  MP18235-S2     75.031    80.879    72.525    



03:59  JC97736-25     74.054    78.497    71.764    



04:04  ZZZZZZ         70.725    78.68     69.263    



04:09  ZZZZZZ         71.019    78.551    69.582    



04:13  MA47766-CCVA19 74.155    77.759    69.988    



04:18  MA47766-CCB19  70.944    78.358    68.874    



04:23  ZZZZZZ         70.193    77.914    68.946    



04:28  ZZZZZZ         67.466    78.209    65.51     



! = Outside limits.



LEGEND:                                                
Istd#   Parameter                Limits                _______ ________________________ __________           
Istd#17 Holmium (165-2)          60-125 %             
Istd#18 Bismuth (209-1)          60-125 %             
Istd#19 Bismuth (209-2)          60-125 %             



(a) No samples reported for the elements associated with this internal standard.
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47766        Units: ug/l



Time:                    11:31             11:41             12:13             13:04              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .27      -0.0825  <25      0.138    <25      1.20     <25      0.102    <25      



Antimony       0.40     .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.30     .005     anr                                                                     



Boron          25       .67      anr                                                                     



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0381   <1.0     0.0455   <1.0     0.0535   <1.0     0.0494   <1.0     



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01      anr                                                                     



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      0.0885   <250     0.320    <250     6.93     <250     4.36     <250     



Strontium      1.0      .003     anr                                                                     



Thallium       0.30     .002     anr                                                                     



Tin            5.0      .02      anr                                                                     



Titanium       1.0      .02      anr                                                                     



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     0.0213   <5.0     0.00543  <5.0     0.0121   <5.0     0.00818  <5.0     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47766        Units: ug/l



Time:                    13:54             14:43             15:23                                
Sample ID:                    CCB4     CCB5     CCB6     



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .27      0.212    <25      0.303    <25      0.350    <25                        



Antimony       0.40     .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.30     .005     anr                                                                     



Boron          25       .67      anr                                                                     



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0415   <1.0     0.0354   <1.0     0.0426   <1.0                       



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01      anr                                                                     



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      3.76     <250     3.95     <250     4.59     <250                       



Strontium      1.0      .003     anr                                                                     



Thallium       0.30     .002     anr                                                                     



Tin            5.0      .02      anr                                                                     



Titanium       1.0      .02      anr                                                                     



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     0.00638  <5.0     -0.0152  <5.0     -0.0202  <5.0                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47766        Units: ug/l



Time:           11:21                      11:26                      11:36                       
Sample ID:  ICVA     ICVA1    ICV      ICV1     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5500     5420     98.5     60       64.4     107.3    5000     4900     98.0              



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron          anr                                                                                       



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       60       57.1     95.2                                50       49.1     98.2              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum     anr                                                                                       



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         5500     5480     99.6                                5000     4900     98.0              



Strontium      anr                                                                                       



Thallium       anr                                                                                       



Tin            anr                                                                                       



Titanium       anr                                                                                       



Vanadium       anr                                                                                       



Zinc           60       56.0     93.3                                50       48.0     96.0              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47766        Units: ug/l



Time:           12:08                      12:59                      13:49                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4750     95.0     5000     4720     94.4     5000     4670     93.4              



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron          anr                                                                                       



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       49.6     99.2     50       50.2     100.4    50       50.2     100.4             



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum     anr                                                                                       



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         5000     4800     96.0     5000     4960     99.2     5000     4960     99.2              



Strontium      anr                                                                                       



Thallium       anr                                                                                       



Tin            anr                                                                                       



Titanium       anr                                                                                       



Vanadium       anr                                                                                       



Zinc           50       49.6     99.2     50       48.7     97.4     50       48.5     97.0              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47766        Units: ug/l



Time:           14:38                      15:18                                                  
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    



Metal          True     Results  % Rec    True     Results  % Rec                                         



Aluminum       5000     4730     94.6     5000     4780     95.6                                         



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron          anr                                                                                       



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       50.4     100.8    50       50.2     100.4                                        



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum     anr                                                                                       



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         5000     4990     99.8     5000     5020     100.4                                        



Strontium      anr                                                                                       



Thallium       anr                                                                                       



Tin            anr                                                                                       



Titanium       anr                                                                                       



Vanadium       anr                                                                                       



Zinc           50       48.2     96.4     50       48.6     97.2                                         



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47766        Units: ug/l



Time:                    11:46                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       26.0     104.0                                                          



Antimony       2.0      0.25     anr                                                                     



Arsenic        0.50     0.50     anr                                                                     



Barium         1.0      0.50     anr                                                                     



Beryllium      0.50     0.25     anr                                                                     



Boron          25       2.5      anr                                                                     



Cadmium        0.50     0.25     anr                                                                     



Calcium        250      125      anr                                                                     



Chromium       1.0      2.0      0.976    97.6                                                           



Cobalt         0.50     0.25     anr                                                                     



Copper         2.0      2.0      anr                                                                     



Iron           25       25       anr                                                                     



Lead           0.50     0.25     anr                                                                     



Magnesium      250      125      anr                                                                     



Manganese      1.0      0.25     anr                                                                     



Molybdenum     1.0      0.50     anr                                                                     



Nickel         1.0      2.0      anr                                                                     



Potassium      250      125      anr                                                                     



Selenium       0.50     0.50     anr                                                                     



Silver         0.50     1.0      anr                                                                     



Sodium         250      125      249      99.6                                                           



Strontium      5.0      0.50     anr                                                                     



Thallium       0.50     0.25     anr                                                                     



Tin            5.0      0.50     anr                                                                     



Titanium       1.0      0.50     anr                                                                     



Vanadium       1.0      2.0      anr                                                                     



Zinc           5.0      2.0      4.80     96.0                                                           



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47766        Units: ug/l



Time:                    11:54             11:58                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   96800    96.8     95900    95.9                                         



Antimony                         0.246             0.246                                                 



Arsenic                 20       0.0699            17.9     89.5                                         



Barium                           0.269             0.275                                                 



Beryllium                        0.00207           0.00298                                               



Boron                   50       1.64              49.1     98.2                                         



Cadmium                 20       0.107             17.7     88.5                                         



Calcium        100000   100000   104000   104.0    102000   102.0                                        



Chromium                20       0.292             18.6     93.0                                         



Cobalt                  20       0.195             17.6     88.0                                         



Copper                  20       0.600             16.3     81.5                                         



Iron           100000   100000   92800    92.8     92200    92.2                                         



Lead                             0.105             0.115                                                 



Magnesium      100000   100000   99600    99.6     98200    98.2                                         



Manganese               20       0.360             18.6     93.0                                         



Molybdenum     2000     2000     2320     116.0    2290     114.5                                        



Nickel                  20       0.818             17.0     85.0                                         



Potassium      100000   100000   105000   105.0    105000   105.0                                        



Selenium                20       0.158             21.1     105.5                                        



Silver                  20       0.0298            17.2     86.0                                         



Sodium         100000   100000   99700    99.7     99800    99.8                                         



Strontium      2000     2000     2180     109.0    2380     119.0                                        



Thallium                         0.0128            0.00954                                               



Tin            2000     2000     1710     85.5     1930     96.5                                         



Titanium       2000     2000     1870     93.5     1880     94.0                                         



Vanadium                20       0.0456            20.5     102.5                                        



Zinc                    20       1.04              16.1     80.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/28/19                                              



MB       
Metal          RL       IDL      MDL      raw      final                                                  



Aluminum       50       .55      32       6.0      <50                                                   



Antimony       4.0      .19      1.7      0.21     <4.0                                                  



Arsenic        1.0      .026     .94      0.27     <1.0                                                  



Barium         2.0      .016     .73      0.064    <2.0                                                  



Beryllium      1.0      .008     .15      -0.0053  <1.0                                                  



Boron          50       1.3      14                                                                      



Cadmium        1.0      .008     .17      -0.0043  <1.0                                                  



Calcium        500      12       64       -2.2     <500                                                  



Chromium       2.0      .028     .62      0.32     <2.0                                                  



Cobalt         1.0      .004     .17      0.0061   <1.0                                                  



Copper         4.0      .042     1.9      -1.7     <4.0                                                  



Iron           50       .86      19       4.9      <50                                                   



Lead           1.0      .018     .52      0.064    <1.0                                                  



Magnesium      500      .3       46       2.3      <500                                                  



Manganese      2.0      .014     .63      0.12     <2.0                                                  



Molybdenum     2.0      .03      .45                                                                     



Nickel         2.0      .034     .95      0.14     <2.0                                                  



Potassium      500      1.4      68       2.0      <500                                                  



Selenium       1.0      .14      .55      0.11     <1.0                                                  



Silver         1.0      .008     .16      0.048    <1.0                                                  



Sodium         500      2.1      140      48.2     <500                                                  



Strontium      10       .006     2.4                                                                     



Thallium       1.0      .008     .17      0.038    <1.0                                                  



Tin            10       .14      2.6                                                                     



Titanium       2.0      .07      1.6                                                                     



Vanadium       2.0      .018     1.8      0.35     <2.0                                                  



Zinc           10       .058     5.4      2.7      <10                                                   



Associated samples MP18043: JC97382-1, JC97382-2, JC97382-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                10/28/19                                                       



JC97373-1         Spikelot QC                                                     
Metal          Original MS       MP6020AQ3% Rec    Limits                                                 



Aluminum       560      4670     4000     102.8    75-125                                                



Antimony       0.24     71.1     80       88.6     75-125                                                



Arsenic        1.5      72.9     80       89.3     75-125                                                



Barium         37.6     110      80       90.5     75-125                                                



Beryllium      0.74     71.9     80       89.0     75-125                                                



Boron                                                                                                    



Cadmium        0.064    74.1     80       92.5     75-125                                                



Calcium        5630     9510     4000     97.0     75-125                                                



Chromium       367      449      80       102.5    75-125                                                



Cobalt         38.2     111      80       91.0     75-125                                                



Copper         5.7      78.8     80       91.4     75-125                                                



Iron           2140     6300     4000     104.0    75-125                                                



Lead           1.6      82.8     80       101.5    75-125                                                



Magnesium      2130     5910     4000     94.5     75-125                                                



Manganese      113      189      80       95.0     75-125                                                



Molybdenum                                                                                               



Nickel         33.8     108      80       92.8     75-125                                                



Potassium      2190     5970     4000     94.5     75-125                                                



Selenium       0.50     353      400      88.1     75-125                                                



Silver         0.059    75.1     80       93.8     75-125                                                



Sodium         6100     10200    4000     102.5    75-125                                                



Strontium                                                                                                



Thallium       0.13     79.4     80       99.1     75-125                                                



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       3.0      79.4     80       95.5     75-125                                                



Zinc           52.3     119      80       83.4     75-125                                                



Associated samples MP18043: JC97382-1, JC97382-2, JC97382-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/28/19                                              



JC97373-1         Spikelot          MSD      QC                                            
Metal          Original MSD      MP6020AQ3% Rec    RPD      Limit                                         



Aluminum       560      4680     4000     103.0    0.2      20                                           



Antimony       0.24     71.0     80       88.5     0.1      20                                           



Arsenic        1.5      74.4     80       91.1     2.0      20                                           



Barium         37.6     108      80       88.0     1.8      20                                           



Beryllium      0.74     72.4     80       89.6     0.7      20                                           



Boron                                                                                                    



Cadmium        0.064    74.4     80       92.9     0.4      20                                           



Calcium        5630     9670     4000     101.0    1.7      20                                           



Chromium       367      451      80       105.0    0.4      20                                           



Cobalt         38.2     113      80       93.5     1.8      20                                           



Copper         5.7      79.4     80       92.1     0.8      20                                           



Iron           2140     6280     4000     103.5    0.3      20                                           



Lead           1.6      83.0     80       101.8    0.2      20                                           



Magnesium      2130     5980     4000     96.3     1.2      20                                           



Manganese      113      190      80       96.3     0.5      20                                           



Molybdenum                                                                                               



Nickel         33.8     108      80       92.8     0.0      20                                           



Potassium      2190     6000     4000     95.3     0.5      20                                           



Selenium       0.50     342      400      85.4     3.2      20                                           



Silver         0.059    75.4     80       94.2     0.4      20                                           



Sodium         6100     10500    4000     110.0    2.9      20                                           



Strontium                                                                                                



Thallium       0.13     79.5     80       99.2     0.1      20                                           



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       3.0      79.4     80       95.5     0.0      20                                           



Zinc           52.3     119      80       83.4     0.0      20                                           



Associated samples MP18043: JC97382-1, JC97382-2, JC97382-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/28/19                                                                



BSP      Spikelot QC                                                              
Metal          Result   MP6020AQ3% Rec    Limits                                                          



Aluminum       3800     4000     95.0     80-120                                                         



Antimony       71.1     80       88.9     80-120                                                         



Arsenic        72.3     80       90.4     80-120                                                         



Barium         68.5     80       85.6     80-120                                                         



Beryllium      69.0     80       86.3     80-120                                                         



Boron                                                                                                    



Cadmium        72.0     80       90.0     80-120                                                         



Calcium        3890     4000     97.3     80-120                                                         



Chromium       73.7     80       92.1     80-120                                                         



Cobalt         72.4     80       90.5     80-120                                                         



Copper         70.3     80       87.9     80-120                                                         



Iron           4080     4000     102.0    80-120                                                         



Lead           78.4     80       98.0     80-120                                                         



Magnesium      3770     4000     94.3     80-120                                                         



Manganese      74.7     80       93.4     80-120                                                         



Molybdenum                                                                                               



Nickel         72.1     80       90.1     80-120                                                         



Potassium      3800     4000     95.0     80-120                                                         



Selenium       349      400      87.3     80-120                                                         



Silver         75.2     80       94.0     80-120                                                         



Sodium         3830     4000     95.8     80-120                                                         



Strontium                                                                                                



Thallium       76.3     80       95.4     80-120                                                         



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       74.1     80       92.6     80-120                                                         



Zinc           69.8     80       87.3     80-120                                                         



Associated samples MP18043: JC97382-1, JC97382-2, JC97382-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/28/19                            10/28/19                            



JC97373-1         QC       JC97373-1F        QC                          
Metal          Original SDL 2:10 %DIF     Limits   Original SDL 2:10 %DIF     Limits                      



Aluminum       560      581      3.7      0-10     32.9     49.3     50.1*(b) 0-10                       



Antimony       0.240    0.00     100.0(a) 0-10     0.00     0.00     NC       0-10                       



Arsenic        1.49     1.27     14.9*(b) 0-10     0.633    0.771    21.8 (a) 0-10                       



Barium         37.6     39.0     3.8      0-10     37.4     37.5     0.1      0-10                       



Beryllium      0.742    0.704    5.1      0-10     0.640    0.549    14.3*(b) 0-10                       



Boron                                                                                                    



Cadmium        0.0637   0.00     100.0(a) 0-10     0.0337   0.00     100.0(a) 0-10                       



Calcium        5630     5910     4.9      0-10     5770     5900     2.1      0-10                       



Chromium       367      339      7.7      0-10     388      396      2.1      0-10                       



Cobalt         38.2     37.4     2.0      0-10     36.5     36.4     0.2      0-10                       



Copper         5.73     0.00     100.0*(b 0-10     0.00     0.00     NC       0-10                       



Iron           2140     1930     9.4      0-10     1110     1110     0.1      0-10                       



Lead           1.57     1.70     8.6      0-10     0.221    0.334    51.3 (a) 0-10                       



Magnesium      2130     2150     1.3      0-10     2210     2220     0.8      0-10                       



Manganese      113      113      0.3      0-10     105      105      0.1      0-10                       



Molybdenum                                                                                               



Nickel         33.8     34.1     0.8      0-10     31.7     32.7     2.9      0-10                       



Potassium      2190     2210     0.8      0-10     2100     2120     1.1      0-10                       



Selenium       0.504    0.757    50.2 (a) 0-10     0.420    0.00     100.0(a) 0-10                       



Silver         0.0586   0.122    107.7(a) 0-10     0.0507   0.0982   93.8 (a) 0-10                       



Sodium         6100     6060     0.8      0-10     6550     6590     0.6      0-10                       



Strontium                                                                                                



Thallium       0.132    0.199    50.5 (a) 0-10     0.117    0.189    61.7 (a) 0-10                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       2.96     2.78     5.9      0-10     0.649    0.806    24.1 (a) 0-10                       



Zinc           53.9     65.6     25.3*(b) 0-10     33.4     43.7     31.1*(b) 0-10                       



Associated samples MP18043: JC97382-1, JC97382-2, JC97382-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).
(b) Serial dilution indicates possible matrix interference.
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Instrument Detection Limits Page 1 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .045
Aluminum .276
Antimony .094
Arsenic .12
Arsenic .013
Barium .008
Beryllium .004
Boron .648
Cadmium .007
Cadmium .004
Calcium 6.11
Chromium .036
Chromium .014
Cobalt .0041
Cobalt .002
Copper .1044
Copper .021
Iron 1.21
Iron .432
Lead .009
Magnesium .033
Magnesium .152
Manganese .006
Manganese .007
Molybdenum .015
Nickel .046
Nickel .017
Potassium .506
Potassium .707
Selenium .503
Selenium .072
Silver .004
Sodium .357
Sodium 1.037
Strontium .003
Thallium .004
Tin .025
Tin .071
Titanium .035
Titanium .035
Vanadium .112
Vanadium .009
Zinc .041
Zinc .029
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Instrument Detection Limits Page 2 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47746
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Instrument Detection Limits Page 3 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .371
Aluminum .272
Antimony .061
Arsenic .253
Arsenic .008
Barium .01
Beryllium .005
Boron .671
Cadmium .005
Cadmium .002
Calcium 1.84
Chromium .147
Chromium .018
Cobalt .003
Cobalt .002
Copper .018
Copper .006
Iron 3.211
Iron .155
Lead .004
Magnesium .163
Magnesium .136
Manganese .012
Manganese .005
Molybdenum .01
Nickel .012
Nickel .008
Potassium 3.978
Potassium 1.01
Selenium .84
Selenium .4
Silver .002
Sodium .503
Sodium .278
Strontium .003
Thallium .002
Tin .02
Tin .035
Titanium .197
Titanium .02
Vanadium .113
Vanadium .023
Zinc .886
Zinc .023
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Instrument Detection Limits Page 4 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47766
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Instrument Linear Ranges Page 1 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100



106 of 595



JC97382



6
6.4











Instrument Linear Ranges Page 2 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47746
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Instrument Linear Ranges Page 3 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100



108 of 595



JC97382



6
6.4











Instrument Linear Ranges Page 4 of 4     
Job Number: JC97382
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47766
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Metals Analysis



Raw Data



Dayton, NJ
Section 7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.430E-03



4.944E-04



5.532E-02



2.806E-04



1.022E-03



1.430E-03



8.245E-02



9.758E-04



6.657E-06



9.421E-04



8.864E-06



1.023E-05



5.178E-05



4.940E-05



1.999E-04



5.477E-02



Ratio



2.817E-05



2.641E-03



1.057E-02



1.149E-04



1.808E-05



3.093E-06



7.121E-04



7.397E-05



1.11



156.67



736.69



82.23



9,199.38



46.65



783.38



9,106.97



170.00



237.78



13,709.09



162.23



3,077.12



473.36



56.67



40.00



203.35



193.34



CPS



33.33



3,124.81



31,534.15



506.70



80.00



13.33



-51.60



137.02



-48.04



-45.64



173.21



-42.88



-52.54



-190.78



-229.26



-321.45



-12.08



-34.65



188.15



-95.54



630.91



4551.61



58.42



129.78



177.57



213.83



RSD(%)



-340.72



41.15



-31.03



89.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



-0.008



-0.008



-0.004



-0.013



0.000



-0.003



-0.434



0.016



-0.172



-1.158



-2.537



0.029



0.004



0.003



0.000



-0.001



-0.001



Conc



-0.001



0.129



-0.970



0.001



0.001



0.000



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 15:53



Sample Name STDA 4



Sample Type CalBlk



File Name 001CALB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 12:47 PM on:11/4/2019



Raw Data MA47746    page 1 of 328



Inst QC: MA47746
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Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.517E-03



9.924E-02



252.23



16,502.90



-85.85



47.36



ug/l



ug/l



-0.005



0.077



2



2



Ni



Cu



Page 2 of 3 Printed at: 12:47 PM on:11/4/2019



Raw Data MA47746    page 2 of 328



Inst QC: MA47746
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Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.48



1.44



0.94



1.08



1.04



ISTD Recovery%



100.0



100.0



100.0



100.0



1.12



0.96



0.59



0.77



0.77



0.89



1.69



0.59



0.04



1.10



0.25



0.97



RSD(%)



0.32



1.06



1.80



0.73



0.83



2,669,853.29



252,520.09



171,747.55



258,918.60



2,727,486.98



4,636,048.29



106,679.99



159,638.43



2,846,962.87



1,104,334.78



3,861,532.76



388,844.85



4,406,749.83



4,316,938.15



6,393,962.61



619,445.03



3,919,611.30



166,281.54



CPS



1,183,198.83



2,983,274.85



612,710.68



850,676.32



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



3.040E-03



8.822E-05



1.408E-05



9.808E-04



1.904E-054.93



505.57



14.67



15.55



1,083.39



175.02



64.19



-295.08



-10.80



118.91



ug/l



ug/l



ug/l



ug/l



ug/l-0.001



-0.544



0.002



0.002



0.017



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



2.795E-02



7.591E-04



5.276E-02



1.997E-04



1.063E-03



1.588E-03



8.297E-02



9.180E-04



0.000E+00



9.899E-04



5.299E-06



7.721E-06



5.574E-05



4.284E-05



2.271E-04



5.724E-02



Ratio



2.653E-05



2.412E-03



1.020E-02



9.771E-05



6.129E-06



3.132E-06



7.152E-04



4.709E-05



0.00



165.56



4,613.69



126.67



8,799.16



33.31



883.39



9,546.13



177.78



264.45



13,838.04



153.34



3,053.78



296.68



33.33



30.00



216.68



166.68



CPS



30.67



2,789.20



29,794.40



423.36



26.67



13.33



-34.46



-125.90



-66.55



-42.74



---



-165.99



173.64



36.71



-903.99



-56.65



-276.71



-87.22



364.98



-348.81



-59.22



3677.80



58.96



-12.70



-22717.72



-12232.15



RSD(%)



-91.71



54.75



-44.04



4697.19



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



-0.006



0.449



0.006



-0.073



0.000



-0.001



-0.125



0.027



-0.056



-0.988



-2.893



0.030



-0.005



0.000



0.000



0.000



-0.002



Conc



-0.001



0.067



-2.096



0.000



-0.004



0.000



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 15:58



Sample Name STDA



Sample Type CalBlk



File Name 002CALB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.592E-03



9.700E-02



265.56



16,178.12



-708.62



45.22



ug/l



ug/l



-0.001



0.041



2



2



Ni



Cu
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RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.12



0.55



0.22



0.36



0.66



ISTD Recovery%



100.0



100.0



100.0



100.0



0.72



0.46



0.25



0.11



0.89



0.48



0.48



0.73



1.25



0.90



1.21



1.00



RSD(%)



0.78



0.23



0.66



0.50



0.80



2,649,216.49



248,202.92



171,917.29



259,384.01



2,753,998.36



4,652,114.12



105,876.06



159,912.78



2,823,102.32



1,100,959.38



3,812,366.10



384,221.75



4,332,356.29



4,271,027.04



6,300,372.62



611,065.59



3,892,784.32



166,786.61



CPS



1,156,415.47



2,919,966.83



602,887.23



842,555.17



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



3.013E-03



1.077E-04



1.111E-05



1.000E-03



2.031E-055.27



502.24



18.00



12.22



1,101.17



401.77



18.65



1216.50



-4.56



158.90



ug/l



ug/l



ug/l



ug/l



ug/l0.001



-0.547



0.006



0.001



0.021



2



2



3



2



2



Cd



Sn



Se



Zn



As
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



5.069E-03



6.172E-04



5.651E-02



2.428E-04



1.002E-03



1.320E-03



8.602E-02



1.388E-03



1.246E-03



5.838E-06



7.797E-06



6.212E-05



6.130E-05



2.482E-04



5.824E-02



Ratio



3.102E-05



2.535E-03



1.089E-02



9.717E-05



1.535E-05



3.111E-06



7.000E-04



6.070E-05



0.00



198.89



811.15



97.78



8,959.22



38.87



956.73



9,221.50



162.22



210.00



13,634.60



222.23



2,987.10



380.02



36.67



30.00



240.01



236.68



CPS



36.00



2,938.11



31,791.35



420.02



66.67



13.33



732.84



6172.96



---



---



---



8955.31



299.81



819.07



335.66



115.90



---



---



603.21



-44.50



-1263.61



1717.33



121.71



-758.30



452.94



---



RSD(%)



---



41.74



---



---



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.000



0.004



0.001



0.015



0.000



0.000



0.000



0.011



-0.254



0.000



0.000



0.026



0.000



0.000



0.000



0.001



0.002



Conc



0.000



0.100



0.000



0.000



0.000



0.000



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:03



Sample Name STDA



Sample Type CalBlk



File Name 003CALB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



0.30



0.30



Pulse



Pulse



1.620E-03



9.954E-02



256.67



15,772.20



---



178.69



ug/l



ug/l



0.000



0.082



2



2



Ni



Cu
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RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.40



1.16



0.51



0.56



1.29



ISTD Recovery%



100.0



100.0



100.0



100.0



10.59



9.77



10.12



10.06



9.79



10.26



1.35



1.48



1.65



1.38



9.49



11.77



RSD(%)



0.42



0.97



1.29



1.01



1.55



2,487,919.90



246,467.89



170,119.28



257,688.81



2,731,852.18



4,631,526.76



99,339.86



151,216.03



2,676,955.45



1,049,290.74



3,621,240.76



364,215.15



4,335,219.00



4,273,511.47



6,263,387.41



608,557.53



3,856,834.53



159,373.99



CPS



1,159,167.99



2,920,121.10



608,249.22



839,568.53



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



3.102E-03



7.752E-05



9.765E-06



9.184E-04



1.939E-055.00



495.57



12.33



10.00



961.15



877.07



220.05



-784.10



-7.92



---



ug/l



ug/l



ug/l



ug/l



ug/l0.000



-0.537



0.000



0.000



0.004



2



2



3



2



2



Cd



Sn



Se



Zn



As
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.176E-02



2.377E-02



2.147E-01



4.774E-02



2.519E-03



1.029E-03



4.514E-02



1.248E-03



4.051E-02



5.524E-02



2.746E-02



1.135E+00



1.918E-03



8.933E-03



2.021E+00



9.605E-01



3.735E-02



8.246E-01



2.830E-03



1.871E-02



6.056E-03



1.132E-03



6.251E-03



2.224E-03



Ratio



2.648E-03



8.655E-02



9.205E-02



5.806E-02



2.339E-03



36,325.79



8,075.44



426.01



1,144.83



6,853.72



9,344.97



4,646.27



192,022.55



7,064.42



4,020.55



341,830.00



162,486.12



6,317.94



139,497.05



7,635.17



211.12



38,127.38



7,131.91



24,067.18



8,572.86



7,388.84



34,407.26



CPS



3,127.01



102,200.98



269,656.07



249,150.08



10,036.94



12,105.16



80,006.91



3.86



2.00



1.62



4.60



7.94



6.12



5.57



9.78



4.50



2.72



3.86



0.46



2.17



0.91



0.44



0.86



1.00



0.41



2.07



2.22



3.26



5.78



2.90



5.85



RSD(%)



3.98



2.47



0.94



0.19



1.05



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.494



0.989



1.946



4.598



0.496



0.471



269.486



1.025



0.986



0.979



0.977



25.415



0.468



0.482



245.497



247.363



26.336



239.291



0.475



4.858



2.007



0.912



0.487



0.481



Conc



0.501



23.078



248.980



4.885



1.004



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 16:08



Sample Name STDB



Sample Type CalStd



File Name 004CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.6



99.9



99.9



100.5



101.5



Det



Pulse



Pulse



Pulse



Pulse



106.3



105.4



106.1



106.2



106.4



106.8



100.1



100.5



100.2



99.9



106.1



108.4



0.55



0.66



0.73



1.18



ISTD Recovery%



101.9



100.3



99.2



100.1



99.0



0.41



0.35



0.19



0.50



0.07



0.06



1.02



3.21



1.91



0.38



0.60



0.31



257,351.93



2,745,232.04



4,702,523.15



RSD(%)



0.22



0.41



1.62



1.47



0.61



1.85



1,112,786.80



3,845,508.04



387,398.70



2,656,461.28



245,544.37



169,930.91



610,061.57



3,851,446.30



169,169.02



107,689.71



160,751.60



2,820,981.76



CPS



1,180,865.93



2,929,605.69



603,476.79



840,776.63



4,291,134.00



4,278,210.96



6,296,658.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse4.644E-04119.534.12ug/l0.5023Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.830E-02



2.335E-02



1.019E-02



Det



Pulse



Pulse



Pulse



Pulse



2.474E-01



1.301E-01



2.407E-01



3.966E-01



1.105E-01



3.832E-01



2.078E-02



1.031E-02



9.576E-02



5.187E-03



6.080E-03



1.903E-01



6.151E-03



6.395E-02



2.217E-02



1.982E-02



8.997E-02



1.075E-01



Ratio



2.501E-02



2.047E-02



1.384E-02



5.861E-02



1.144E-02



2.958E-02



1.923E-02



1.487E-02



19,554.00



67,833.65



8,562.34



4,130.53



11,763.93



1,076.71



33,696.55



43,774.46



23,065.13



42,597.14



70,216.38



345,330.20



19,017.46



3,680.45



1,822.35



16,954.31



920.04



81,220.38



92,298.38



38,171.75



245,451.76



85,092.79



76,060.25



12.19



CPS



29,436.18



24,082.02



40,463.45



252,895.77



49,347.04



124,922.65



13.46



9.46



10.80



12.72



8.76



11.00



92.51



9.03



9.16



9.26



10.49



7.90



0.68



0.62



0.57



22.89



9.09



15.16



1.31



1.06



0.10



1.26



4.31



0.48



ug/l



ug/l



ug/l



RSD(%)



1.07



1.17



2.06



1.17



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.867



4.672



4.662



4.732



4.695



4.994



4.745



4.714



4.712



4.354



4.720



4.985



6.161



5.109



6.384



3.154



23.400



5.000



4.960



4.976



4.986



4.912



4.958



2



Conc



4.778



5.004



9.056



4.931



4.938



4.969



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 5



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:13



Sample Name STDC



Sample Type CalStd



File Name 005CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



110.6



99.7



99.2



99.8



100.7



101.7



111.9



110.5



110.9



110.9



110.7



111.4



99.5



98.8



99.1



100.1



99.5



111.8



0.74



1.79



0.82



1.07



1.48



ISTD Recovery%



101.5



100.1



98.2



99.3



7.94



9.03



9.65



9.75



8.83



8.38



1.01



0.98



0.58



1.64



9.86



7.84



RSD(%)



0.72



0.15



1.39



0.81



0.81



2,750,785.24



245,615.69



168,700.76



257,112.53



2,750,846.07



4,709,806.06



111,132.83



167,153.25



2,969,075.37



1,163,987.63



4,010,452.48



405,889.89



4,314,752.54



4,222,892.77



6,205,763.03



609,292.84



3,838,204.42



178,148.54



CPS



1,176,780.00



2,923,816.20



597,364.78



833,689.57



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse4.541E-031,167.512.12ug/l5.1083Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.335E-01



1.249E-01



5.444E-02



Det



Pulse



Pulse



Pulse



Pulse



1.298E+00



6.943E-01



1.110E+00



2.110E+00



5.691E-01



1.659E+00



9.946E-02



4.088E-02



1.635E-01



2.086E-02



3.071E-02



1.002E+00



3.103E-02



3.212E-01



1.127E-01



9.931E-02



4.530E-01



2.666E-01



Ratio



1.302E-01



9.104E-02



2.262E-02



2.957E-01



5.870E-02



1.499E-01



9.359E-02



7.523E-02



95,153.85



277,433.52



39,043.13



20,880.67



60,217.31



5,134.19



167,577.52



217,003.67



116,093.92



185,561.20



352,868.35



1,747,100.34



44,584.02



16,631.68



6,835.91



27,333.59



3,488.19



398,472.71



471,167.70



194,334.36



1,238,917.69



434,660.83



382,976.64



0.50



CPS



149,522.74



104,577.06



66,162.54



1,278,883.00



253,813.65



638,172.80



1.73



1.45



2.17



1.58



0.93



0.60



2.42



4.52



2.69



1.37



0.84



1.57



0.27



0.66



0.39



1.04



0.37



1.31



1.32



0.68



0.19



1.26



1.09



0.78



ug/l



ug/l



ug/l



RSD(%)



0.43



0.97



3.83



0.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.356



25.323



25.964



25.371



25.110



25.222



25.123



25.129



25.235



24.818



25.129



25.154



26.068



25.391



28.945



25.088



119.922



24.957



25.168



25.114



25.048



25.023



24.895



2



Conc



24.889



24.306



36.009



24.913



25.370



25.183



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 25



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:18



Sample Name STDD



Sample Type CalStd



File Name 006CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



106.8



99.2



99.2



99.6



100.5



100.8



107.8



107.0



106.2



105.4



105.5



106.0



99.8



99.6



100.0



99.1



100.0



104.9



0.44



0.73



0.20



0.31



0.32



ISTD Recovery%



99.1



100.2



98.7



100.0



0.81



0.66



0.42



0.58



0.93



1.04



1.97



0.32



0.49



1.06



0.87



0.10



RSD(%)



0.63



0.85



1.91



1.14



1.77



2,657,092.19



244,396.12



168,739.02



256,762.44



2,744,446.00



4,669,921.90



107,098.31



161,861.77



2,843,700.16



1,106,042.99



3,820,173.60



386,141.03



4,324,880.14



4,257,385.51



6,263,490.74



602,967.88



3,856,616.30



167,224.80



CPS



1,148,742.45



2,924,642.46



600,478.51



839,837.17



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse2.252E-025,782.620.49ug/l25.4233Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.458E-01



2.481E-01



1.092E-01



Det



Pulse



Pulse



Pulse



Pulse



2.582E+00



1.378E+00



2.185E+00



4.200E+00



1.132E+00



3.220E+00



1.959E-01



7.300E-02



2.350E-01



4.088E-02



6.153E-02



1.997E+00



6.254E-02



6.521E-01



2.263E-01



1.994E-01



9.084E-01



4.647E-01



Ratio



2.627E-01



1.788E-01



3.455E-02



5.950E-01



1.155E-01



2.958E-01



1.855E-01



1.507E-01



189,407.97



538,926.46



74,618.88



41,532.16



120,398.41



10,299.99



334,213.23



432,143.18



230,718.52



365,717.50



703,123.39



3,514,112.40



77,790.55



32,789.68



12,217.89



39,332.94



6,842.61



787,264.57



934,132.93



387,558.65



2,522,240.27



875,524.91



771,511.58



0.65



CPS



299,423.65



203,726.79



99,580.71



2,555,975.43



496,180.33



1,255,231.46



0.98



0.38



1.70



0.81



1.96



0.42



1.40



1.04



0.33



0.66



1.01



0.83



0.37



0.06



0.24



1.14



0.90



3.05



0.36



0.71



1.39



0.33



0.42



0.95



ug/l



ug/l



ug/l



RSD(%)



0.91



1.92



2.68



0.25



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.491



50.578



50.391



50.427



50.378



50.542



50.083



50.085



50.118



50.137



50.020



50.455



50.854



50.247



52.649



48.260



243.239



49.635



50.448



50.624



50.844



50.262



50.010



2



Conc



50.247



48.298



72.581



50.134



49.937



49.685



2



2



2



2



2



2



2



2



2



2



2
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-26.07
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-213.93
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-347.75



3.11
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25.71



-697.30



-21.95



56.91



22.62



21.74
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23.04



87.34
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-2.338



0.011
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Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 16:58



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10
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Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



100.9
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100.4



101.3



101.6



Det



Pulse



Pulse



Pulse



Pulse



110.3



107.7



109.1



107.8



108.3



108.7



100.6



102.9



100.7



101.1



110.1



110.5



1.28



0.66



0.43



0.13



ISTD Recovery%



96.2



100.5



99.4



100.8



100.4



0.71



0.53



0.12



0.24



0.60



0.25



0.78



1.82



1.74



1.24



1.07



1.24



258,605.08



2,766,779.33



4,706,857.59



RSD(%)



1.49



1.97



2.80



2.36



2.59



2.16



1,145,172.98



3,902,953.04



394,577.24



2,704,342.74



248,743.53



171,615.71



612,582.88



3,898,570.57



175,393.96



109,744.11



166,855.80



2,882,218.84



CPS



1,115,131.83



2,934,831.62



604,821.50



846,605.64



4,353,738.69



4,297,486.20



6,444,905.94
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9.721E-04



3.966E-05



3.212E-03



8.735E-05



9.684E-06



Ratio



563.35



15.33



11.10



1,113.39



10.27



CPS



80.28



51.27
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137.41



496.32



RSD(%)



ug/l



ug/l



ug/l



ug/l
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0.30
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0.10
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Time(sec)
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0.10
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Pulse
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Pulse
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Pulse
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4.945E+00



1.324E+00



3.752E+00



5.233E-01



3.102E-01



1.311E-01



9.309E-01



7.406E-02
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3.056E+00



1.688E+00



2.287E+02



2.378E-01



1.121E+00
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7.503E+00



1.676E+01



3.682E-01



2.306E-01



1.920E-01



7.693E-02



8.399E-01



2.870E-01
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3.290E-01



4.603E-01



1.801E+00



7.326E-01



1.442E-01



668,557.75



93,238.45



55,274.92



151,365.94



434,152.01



544,540.36



300,746.96



40,743,777.27



881,128.33



235,940.44



7,813,866.08



3,708,491.66



1,336,792.27



2,986,543.70



165,859.25



13,197.56



1,225,782.19



491,159.25



3,208,167.45



1,096,063.16



908,244.13



4,281,512.09



CPS



369,209.55



516,582.17



5,247,516.59



3,103,060.06



610,962.65



1,558,456.23



976,049.93



1.04



1.56



1.52



1.27



0.97



1.13



1.12



0.42



0.42



1.12



1.61



1.75



0.84



0.30



2.49



1.49



1.38



1.24



1.01



0.36



1.71



3.43



0.82



0.80



RSD(%)
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0.84
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1.56
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ug/l
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Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



58.890



59.097



59.198



59.303



63.053



60.466



5724.958



60.834



61.123



59.305



61.380



5383.665



59.633



62.266



5479.470



5365.351



5536.240



5402.636



61.861



61.739



64.264



62.278



65.492



63.729
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62.920



125.308



5490.389



61.725



62.345
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:17



Sample Name ICVA



Sample Type ICV



File Name 014_ICV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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112.8



1.37



0.68



0.59



0.62



ISTD Recovery%



96.8



99.8



99.0



100.1



97.7



0.76



1.09



0.63



0.95



0.77



0.68



0.53



1.71



1.46



1.22



1.48



0.72



261,448.70



2,664,427.11



4,660,633.98



RSD(%)



0.85



1.25



1.61



1.74



1.84



1.57



1,154,594.08



3,958,756.09



398,682.97



2,692,663.99



249,633.13



169,943.67



610,344.48



3,819,404.94



178,195.78



112,030.73



168,945.31



2,832,053.64



CPS



1,122,220.17



2,914,634.12



601,902.31



840,460.09



4,236,618.48



4,231,971.07



6,384,808.65
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9.385E-02
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7.312E-02



5.192E-03



9.036E-02



8.828E-02



2.283E-04



2.237E-03



3.645E-04



2.988E-05



2.820E-04



1.820E-04



Ratio



7.408E-05



1.268E-02



1.175E-02



2.628E-04



2.927E-04



16,369.42



1,091.17



245.56



1,031.16



171.11



16,572.91



66.62



363.34



12,912.82



916.71



15,956.59



15,588.54



341.12



7.78



2,320.26



190.01



1,113.42



720.05



520.03



2,556.87



CPS



84.00



14,386.38



34,319.58



1,146.76



1,280.11



983.42



9,633.44



87.65



35.67



-105.34



-35.36



50.52



98.75



101.77



77.64



7.61



8.77



32.89



6.71



15.38



9.78



1.54



76.48



3.17



4.36



5.71



39.35



5.81



27.57
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0.019



0.014
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0.020



0.022



1.862



1.091



65.463
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:22



Sample Name ICV



Sample Type ICV



File Name 015_ICV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.82
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0.79
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1.48
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0.43
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2,783,889.13



4,724,806.34
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0.47
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1.85



1.52



1.84



1.84



1,154,709.91



3,911,599.15



394,583.33



2,698,951.84



245,857.94



171,855.60



612,525.11



3,949,041.61



176,600.32



111,141.51



166,385.62



2,895,488.43
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1,134,432.23



2,921,491.21
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4,364,905.35
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0.30
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0.10
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Prep Dilution 1.000
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Total Dilution 1.000



Acq Time 11/3/2019 17:37
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File Name 017_CCV_xa110319m1.D
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Method File



Method Path
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0.22
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:42



Sample Name CCB



Sample Type CCB



File Name 018_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse
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Pulse



Pulse
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4.107E-02



2.351E-02



2.034E-01



5.546E-02



2.503E-03



1.051E-03



4.434E-02



1.337E-03



3.926E-02



5.608E-02



2.851E-02



1.114E+00



2.053E-03



9.333E-03



1.995E+00



9.648E-01



3.828E-02



8.409E-01



2.900E-03



1.878E-02



6.488E-03



1.257E-03



6.536E-03



2.302E-03
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2.697E-03



9.839E-02



9.409E-02



5.759E-02



2.427E-03



35,838.01



9,769.70



441.01



1,202.54



6,914.85



9,879.73



5,021.94



196,157.31



7,234.48



4,141.69



351,427.58



169,952.35



6,743.64



148,129.36



7,809.70



235.56



41,389.25



8,019.06



25,235.76



8,886.43



7,925.79



36,018.71



CPS



3,049.66



111,244.94



276,293.97



251,392.57



10,597.34



12,478.82



80,822.02



1.72



4.15



0.35



2.70



4.70



1.45



2.25



20.60



1.73



2.98



2.39



2.18



2.08



2.30



0.62
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0.11



3.55
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2.86
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1.93
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ug/l
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0.481
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0.995



1.015



24.910
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242.295



248.466



27.028



244.572
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0.509
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Bkg File
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Interference File
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:47



Sample Name CRI



Sample Type LLCCV



File Name 019LCCV_xa110319m1.D
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Method Path
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3



3



3
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Det



Pulse



Pulse
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107.4



107.1
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110.5



111.4



13.58



13.32



17.26



17.84



ISTD Recovery%



97.6
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99.4



99.6



100.7



0.65



0.67



0.86



0.27



0.15



18.01
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0.90



1.78



0.53



1.16



0.89



231,260.39



2,523,650.04



4,319,554.48
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1.69



1.14



1.16
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1.64



1.63



1,144,004.11



3,890,290.12
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2,688,727.46



224,744.76



153,325.59



606,024.03



3,860,274.94



176,154.35



110,659.25



166,071.09



2,864,130.86
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1,130,912.99



2,936,584.85
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4,364,571.29
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0.10



0.10
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4.157E-02



2.345E-02



1.967E-01



5.233E-02



2.611E-03



1.060E-03



4.537E-02



1.387E-03



3.995E-02



5.478E-02



2.767E-02



1.107E+00



1.946E-03



9.339E-03



2.000E+00



9.629E-01



3.761E-02



8.482E-01



2.901E-03



1.897E-02



6.130E-03



1.272E-03



6.453E-03



2.345E-03
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2.748E-03



9.726E-02



9.266E-02



5.862E-02



2.361E-03



35,616.43



9,473.96



472.68



1,247.01



7,232.76



9,918.64



5,009.72



200,323.13



7,525.72



4,245.05



361,967.22



174,309.85



6,808.13



153,545.68



8,214.36



251.12



39,133.40



8,122.46



25,058.98



9,106.54



7,552.24



36,252.58



CPS



3,092.33



109,405.10



272,762.48



255,655.18



10,300.43



12,572.25



82,235.21



1.71



4.82



3.44



1.43



3.46



5.58



3.45



5.52



0.11



4.07



0.21



0.31



3.41



2.07



1.00



1.13



1.20



0.39
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0.57



2.65



3.59



3.48



5.87
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2.38
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ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.492



0.975



1.655



5.127



0.515



0.485



270.902



1.140



0.972



0.970



0.985



24.743



0.475



0.505



242.856



247.976



26.527



246.921



0.487



4.930



2.032



1.026



0.503



0.508
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250.853
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
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2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:58



Sample Name CRI



Sample Type LLCCV



File Name 020LCCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30
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113.3
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109.2



101.4
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113.6



114.1
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0.35



0.37



0.19



ISTD Recovery%



97.1



100.8



99.9
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100.6



0.45



0.63



0.36



0.23



0.53



1.18



0.23



1.81



1.60



0.51



0.07



0.45



261,289.64



2,760,224.61



4,698,104.95



RSD(%)



1.08



1.41



1.19



0.97



1.39



0.87



1,176,473.14



3,938,499.98



396,861.33



2,716,798.16



253,256.75



172,261.73



605,324.38



3,882,132.02



181,034.30



113,375.55



171,341.18



2,912,316.48



CPS



1,125,022.46



2,943,844.54



607,816.76



839,778.40



4,361,819.94



4,333,927.44



6,383,831.99
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Time(sec)
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Pulse
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Pulse



Pulse
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Analog
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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9.066E+00



1.142E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.689E-02



1.609E-02



5.061E-02



9.460E-03



3.677E-04



-6.320E-04



1.684E+01



2.333E+00



2.249E-03



1.775E-02



1.093E-02



3.812E+03



5.722E-04



2.506E-03



7.402E+02



3.642E+02



1.351E+02



3.030E+02



1.164E-04



7.019E+00



5.742E-04



2.722E-04



8.458E-05



5.581E-04



Ratio



3.145E-05



9.265E-03



3.086E+01



2.392E+01



4.954E+00



9,115.97



1,703.45



66.33



-680.30



9,740,337.11



30.33



406.68



3,193.68



1,966.81



686,401,306.06



3,046.40



2,900.30



133,241,203.59



65,582,501.84



24,315,871.25



54,547,690.05



3,032,971.48



420,029.95



3,607.23



1,710.17



293.35



1,943.55



1,990.23



8,721.47



6.94



18.04



CPS



33.33



9,827.57



88,761,002.01



92,563,408.62



19,170,423.46



460.03



27,733,893.75



3.75



4.59



-6.72



47.29



3.83



-9.77



6.65



6.60



20.48



12.18



9.00



6.78



4.14



4.77



7.32



6.61



7.11



6.96



14.07



1.46



6.63



3.22



30.69



5.07



RSD(%)



3107.45
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1.65
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ug/l
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1908.651



0.107



Units
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ug/l



ug/l
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ug/l



0.198



0.646



-0.710



0.195



0.059



-0.296



103742.498



1916.078



0.025



0.251



0.376



89776.872



0.130



0.125



92594.909



93892.923



99687.930



98135.514



0.019



1883.630



0.172



0.216



0.006



0.111
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0.000



1.941
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
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2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:11



Sample Name ICSA



Sample Type ICSA



File Name 021ICSA_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%
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0.10



0.30



0.30
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Pulse



Pulse



Pulse
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102.7



104.5



105.2



96.9



92.5



100.3



97.6



90.2



113.3



112.6



6.61



7.63



8.86



8.51



98.5



98.5



94.9



89.3



6.29



6.38



6.53



6.67



6.11



8.91



0.73



2.17



2.43



6.60



4.79



5.79



267,123.97



2,661,426.35



4,883,391.06



1.20



1.14



1.83



2.93



2.38



1,077,616.99



3,785,345.41



383,269.36



2,411,673.10



284,959.56



182,028.98



594,184.28



3,480,234.43



180,584.31



111,878.42



164,058.32



2,563,024.97



2,876,889.44



598,881.59



796,454.31



3,870,697.96



3,952,013.15



6,282,661.37
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3
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3



3



3



3



3



3



3
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0.30



0.30
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0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10
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Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.108E+01



1.896E-02



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.668E+00



4.419E-01



1.187E+00



1.731E-01



1.026E-01



4.272E-02



1.894E+01



2.608E+00



8.974E-01



1.069E+00



5.770E-01



4.329E+03



6.450E-04



2.923E-03



8.334E+02



4.022E+02



1.489E+02



3.364E+02



1.082E-01



7.774E+00



8.135E-04



2.742E-04



1.001E-04



6.985E-04



Ratio



2.752E-05



2.031E-01



3.130E+01



2.638E+01



5.089E+00



193,198.51



28,168.87



16,691.87



41,496.18



10,760,499.57



4,766.30



145,984.38



173,941.13



93,807.57



704,425,589.79



271,409.89



71,880.25



135,648,559.06



65,438,857.40



24,209,453.48



54,702,923.38



3,080,899.67



424,294.06



5,134.42



1,733.51



350.02



2,446.97



2,260.29



10,238.58



9.25



1.09



CPS



29.33



216,073.84



91,570,038.64



102,965,218.46



19,866,507.20



430,974.93



30,955,397.87



9.56



9.74



9.96



9.66



9.81



9.51



9.19



9.28



9.60



9.65



10.62



9.06



9.39



5.95



8.55



9.17



10.08



10.02



0.94



0.66



2.41



21.12



17.38



11.20



RSD(%)



-263.81



1.30



0.45



1.14



0.96
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ug/l



ug/l
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ug/l
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21.400
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ug/l
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ug/l
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ug/l



ug/l



19.867



19.672



17.688



19.020



20.848



19.704



116620.692



2142.090



22.492



20.689



20.969



101945.477



0.149



0.149



104249.664



103673.555



109876.357



108951.450



18.181



2086.270



0.252



0.218



0.007



0.142
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-0.001



54.944



95978.497



2222.838



2200.314
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:16



Sample Name ICSAB



Sample Type ICSB



File Name 022ICSB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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88.3



93.1



95.4



95.8



89.2
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100.8



98.6



90.7



102.7



105.3



0.91



0.76



0.08



0.52



100.2



99.2



95.8



90.1



8.64



8.75



8.98



8.49



7.61



0.61



1.31



2.21



2.27



9.09



6.31



7.36



251,385.79



2,463,188.58



4,537,920.79



1.89



1.74



1.11



1.85



1.38



976,674.28



3,455,888.82



349,029.61



2,219,143.38



255,951.81



171,701.35



600,333.20



3,499,909.95



163,616.95



104,587.13



151,243.30



2,363,899.35



2,926,042.98



603,379.70



804,630.64



3,903,999.00



3,982,101.90



6,311,403.66
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0.30
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Time(sec)
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Pulse
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Pulse
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Det



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



3.546E-04



1.717E-03



3.301E-02



3.198E-03



1.090E-04



6.722E-06



3.481E-03



7.716E-04



1.609E-03



4.809E-03



8.683E-04



7.806E-01



1.057E-04



5.178E-04



1.903E-01



5.237E-02



2.082E-02



1.164E-01



1.076E-04



2.906E-03



8.457E-05



5.190E-06



7.826E-06



1.246E-04



Ratio



2.379E-05



7.260E-03



1.499E-02



4.157E-03



2.904E-03



5,656.59



547.80



18.67



7.65



275.56



824.48



148.89



133,780.04



60.75



294.45



32,614.05



8,977.06



3,567.15



19,938.89



596.68



132.23



543.37



33.33



30.00



480.03



406.69



1,993.48



CPS



25.33



7,719.72



42,641.47



17,860.76



12,492.11



456.69



12,339.17



52.69



248.73



-0.13



-4.03



48.52



-213.75



17.81



14.15



54.25



-980.33



81.15



3.65



21.28



6.95



6.24



7.85



4.80



13.03



12.32



9.32



81.79



-1963.02



16061.28



11.39



RSD(%)



-231.91



4.93



11.54



6.48



8.55
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.004



-0.995



-0.526



0.006



-0.001



12.891



0.634



0.009



-0.001



0.010



17.068



0.013



0.015



16.521



13.254



14.137



9.827



0.018



0.618



0.008



0.000



0.000



0.015



Conc



-0.001



1.393



12.581



0.342
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:21



Sample Name rinseconf



Sample Type Sample



File Name 023SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3



3



3



3
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0.30



Time(sec)
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Pulse
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Pulse
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109.5



105.7
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105.8



106.2
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99.3



102.7
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107.5



110.7



0.44



0.66



1.29



0.93



ISTD Recovery%



91.7



97.4



97.9



98.5



99.1



0.44



0.27



0.47



0.60



0.51



0.42



1.18



0.66



1.15



0.64



0.13



0.33



257,809.30



2,780,222.95



4,703,329.12



RSD(%)



1.01



0.84



1.18



1.29



1.38



1.33



1,138,931.79



3,831,247.07



386,840.76



2,662,712.05



247,992.44



171,172.40



606,574.85



3,850,592.34



171,353.59



109,964.82



165,622.92



2,829,589.89



CPS



1,063,440.97



2,844,720.27



595,519.30



827,266.92



4,298,366.29



4,242,953.06



6,432,280.53
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Pulse
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Pulse
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2.343E-04



1.366E-03



8.539E-05



1.857E-03



5.086E-03



8.088E-04



1.608E-01



6.662E-05



3.619E-04



9.751E-02



7.455E-03



3.352E-03



9.446E-02



5.061E-05



1.135E-03



1.086E-04



6.247E-06



1.894E-05



9.659E-05



Ratio



2.601E-05



6.485E-03



9.707E-03



5.008E-04



4.777E-04



294.45



805.59



128.89



25,247.32



37.71



15,462.85



1,173.41



526.69



14,995.78



217.78



13.34



696.72



40.00



73.34



373.36



256.68



1,396.76



CPS



28.00



6,979.36



27,798.10



2,157.12



2,056.90



216.68



4,857.82



-1208.98



-133.58



47.29



31.56



282.87



69.84



46.66



158.74



65.84



25.27



31.20



60.48



89.43
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22.17



6.56



295.33



102.94



24.50
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ug/l
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Units



ug/l
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ug/l
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-0.134



0.070



0.015



0.004



0.008
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0.003



0.006



4.913



1.674



1.246



2.734



0.008



0.143



0.016
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0.009
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-0.001



1.181



-3.620
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:26



Sample Name rinseconf



Sample Type Sample



File Name 024SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep
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0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10
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Pulse
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Analog
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Pulse
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100.1



100.0
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Det



Pulse



Pulse



Pulse



Pulse



101.5



99.1



100.9



99.2



99.3



100.6



100.0



102.5



99.9



100.1



100.0



102.4



1.18



0.69



0.57



0.53



ISTD Recovery%



92.8



98.1



97.9



99.6



99.3



8.58



7.88



8.69



8.00



9.11



0.55



1.53



1.11



1.33



7.70



10.45



9.32



257,784.81



2,790,347.87



4,725,260.23



RSD(%)



0.05



0.73



1.20



2.03



0.52



1.66



1,058,366.49



3,590,585.83



361,739.88



2,501,913.23



246,045.98



170,364.71



608,008.45



3,862,273.69



159,404.15



101,747.63



153,500.74



2,653,101.42



CPS



1,076,283.73



2,863,956.31



595,664.46



836,141.03



4,306,603.90



4,273,389.53



6,417,348.66



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.779E-03



2.046E-05



3.584E-03



1.123E-04



4.002E-06



Ratio



573.35



18.00



4.16



1,866.81



5.27



CPS



34.35



839.98



-7.05



89.84



-77.76



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.185



0.001



-0.481



0.007



-0.002



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.121E+00



1.095E+00



3.075E+00



4.400E-01



2.448E-01



1.071E-01



8.290E-01



6.116E-02



1.991E+00



2.556E+00



1.377E+00



2.092E+02



2.009E-01



9.155E-01



3.880E+01



1.835E+01



6.506E+00



1.496E+01



2.989E-01



1.860E-01



1.528E-01



6.222E-02



6.552E-01



2.279E-01



Ratio



2.723E-01



3.781E-01



1.613E+00



6.087E-01



1.176E-01



531,383.14



76,031.66



42,299.45



121,092.74



344,109.96



441,657.71



237,882.84



36,152,741.90



712,168.68



189,239.70



6,704,637.65



3,170,242.30



1,124,285.20



2,585,396.22



143,258.66



10,569.03



973,678.01



396,341.06



2,524,500.43



877,994.36



774,234.28



3,527,561.38



CPS



290,744.56



403,755.01



4,656,418.68



2,587,130.59



499,630.98



1,269,265.29



789,736.55



0.97



0.63



0.46



0.93



0.35



0.70



0.45



2.07



0.21



0.85



0.64



1.48



0.25



0.39



0.47



0.16



0.77



0.93



1.28



0.48



0.76



1.56



0.87



0.18



RSD(%)



0.87



0.59



0.62



0.41



0.91



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.077



48.858



48.236



49.718



49.748



49.423



5097.604



50.237



49.948



49.581



50.053



4925.548



50.386



50.850



4846.413



4728.962



4800.660



4819.394



50.218



49.749



51.155



50.364



51.088



50.601



Conc



52.074



102.827



4914.845



51.284



50.816



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:31



Sample Name CCVA



Sample Type CCV



File Name 025_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.0



99.1



99.5



99.5



101.7



Det



Pulse



Pulse



Pulse



Pulse



109.5



104.5



107.7



106.6



107.8



106.6



99.4



101.7



100.9



99.9



108.4



110.2



0.70



0.46



0.60



0.21



ISTD Recovery%



92.1



98.9



98.7



99.4



98.0



0.53



0.50



0.71



0.90



0.14



0.62



0.84



2.09



2.75



0.54



0.38



0.14



256,322.60



2,718,064.41



4,709,804.26



RSD(%)



1.41



1.56



2.30



1.99



1.91



2.23



1,130,141.90



3,859,562.62



392,780.57



2,651,212.53



248,974.08



168,605.25



614,255.59



3,853,332.44



172,810.81



109,497.32



165,559.24



2,798,089.33



CPS



1,067,794.94



2,886,929.13



600,431.71



834,676.92



4,250,460.15



4,246,787.03



6,370,518.24



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.367E-01



1.790E-01



267,521.39



45,874.14



0.97



0.57



ug/l



ug/l



49.655



202.185



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.440E-04



1.313E-03



4.482E-05



1.603E-03



4.818E-03



7.488E-04



1.140E-01



1.151E-04



5.926E-04



7.616E-02



5.149E-03



2.289E-03



8.514E-02



8.663E-05



1.295E-03



3.486E-04



2.340E-05



1.807E-04



1.419E-04



Ratio



7.659E-05



1.048E-02



9.455E-03



2.614E-04



3.746E-04



275.56



827.81



128.89



19,603.27



127.73



13,095.17



885.60



393.34



14,640.97



225.56



7.78



2,230.26



150.01



700.06



550.04



446.69



2,296.85



CPS



82.67



11,324.04



27,196.58



1,130.09



1,620.16



370.02



5,537.87



54.63



-210.58



107.41



19.50



-1109.18



49.46



14.30



36.37



18.07



7.00



9.97



70.02



-12.47



17.89



20.47



3.82



51.51



18.56



7.49



RSD(%)



38.40



3.11



-12.28



18.16



2.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.006



-0.460



0.037



0.009



-0.001



0.006



1.369



0.016



0.019



2.242



1.080



0.461



-0.286



0.014



0.186



0.096



0.015



0.013



0.019



Conc



0.009



2.274



-4.393



0.014



0.155



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:36



Sample Name CCB



Sample Type CCB



File Name 026_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse1.810E-03



3.724E-026,402.45



311.1278.56



-1.88ug/l



ug/l0.008



-0.9262



2Ni



Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.5



100.5



100.5



103.2



103.0



Det



Pulse



Pulse



Pulse



Pulse



109.9



106.3



107.7



106.2



106.2



107.3



100.1



102.2



99.8



100.5



107.9



110.4



0.50



0.73



0.50



0.55



ISTD Recovery%



93.2



98.5



98.2



98.4



99.8



0.60



0.24



0.16



0.58



1.24



0.74



0.67



1.44



0.92



1.32



1.41



0.56



258,994.75



2,820,452.11



4,772,156.62



RSD(%)



0.56



0.65



1.04



0.08



0.54



1.46



1,129,720.15



3,845,310.54



386,701.31



2,669,151.56



247,669.07



171,026.52



607,303.03



3,876,506.71



171,965.86



109,646.05



166,123.38



2,845,963.98



CPS



1,080,127.48



2,876,509.65



597,548.02



825,782.70



4,324,935.98



4,276,248.67



6,399,450.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.701E-03



9.316E-05



3.108E-03



1.296E-04



2.049E-05



Ratio



534.46



22.33



23.15



1,921.25



24.13



CPS



8.96



4.86



-6.78



71.08



50.31



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.169



0.083



-0.536



0.011



0.005



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.417E-04



1.386E-03



1.723E-04



1.787E-03



8.335E-03



1.021E-03



1.284E-01



1.068E-04



5.892E-04



8.762E-02



5.220E-03



3.445E-03



8.600E-02



5.017E-05



7.786E-04



2.441E-04



3.658E-05



6.121E-05



1.683E-04



Ratio



3.497E-05



8.910E-03



9.436E-03



2.577E-04



1.555E-04



311.12



1,451.20



177.78



22,360.93



42.16



15,258.12



908.93



600.02



14,974.63



241.12



30.00



1,580.15



236.68



240.02



660.05



420.02



2,313.51



CPS



38.67



9,858.69



27,627.28



1,133.42



683.38



216.68



3,370.51



46585.88



-16210.69



39.91



40.76



13.31



41.88



1.54



35.65



11.08



1.07



1.49



22.85



-5623.74



20.68



3.57



9.90



23.13



29.38



9.86



RSD(%)



215.49



4.87



-21.94



18.64



17.22



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



-0.013



0.141



0.014



0.067



0.016



1.708



0.014



0.019



3.675



1.098



1.314



-0.009



0.008



0.047



0.061



0.025



0.004



0.025



Conc



0.001



1.844



-4.451



0.014



0.060



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:41



Sample Name mp18161-mb1 1



Sample Type Sample



File Name 027SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse2.144E-03



3.834E-026,675.88



373.3463.44



-2.60ug/l



ug/l0.023



-0.9092



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.2



101.1



101.7



104.9



104.4



Det



Pulse



Pulse



Pulse



Pulse



110.8



108.1



109.6



107.0



108.0



109.5



101.3



103.4



100.2



101.7



109.3



110.9



1.01



0.42



0.69



0.85



ISTD Recovery%



95.5



100.3



100.4



101.7



101.4



0.30



0.30



0.38



0.40



0.61



0.17



0.82



2.36



1.66



0.53



0.82



0.70



262,187.59



2,866,886.20



4,836,235.92



RSD(%)



0.55



1.54



0.69



2.09



1.36



1.92



1,150,468.63



3,874,478.60



393,420.99



2,723,707.53



249,523.67



171,998.82



609,884.44



3,924,222.75



174,140.06



110,122.30



167,544.71



2,893,786.69



CPS



1,106,669.50



2,928,504.85



610,715.24



853,806.68



4,394,440.04



4,329,103.05



6,476,358.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.061E-03



4.626E-05



3.028E-02



1.665E-04



2.828E-06



Ratio



5,272.04



29.00



3.25



1,221.18



12.13



CPS



58.58



25.40



7.99



16.32



-0.20



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.034



0.030



2.590



0.018



-0.003



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.371E+00



1.704E+00



4.759E+00



6.965E-01



3.879E-01



1.651E-01



3.683E-01



9.702E-02



3.111E+00



3.952E+00



2.138E+00



8.604E+01



3.176E-01



1.455E+00



1.541E+01



7.456E+00



2.641E+00



6.091E+00



4.642E-01



2.909E-01



2.406E-01



9.498E-02



1.014E+00



3.638E-01



Ratio



4.134E-01



2.845E-01



6.606E-01



9.301E-01



1.853E-01



823,381.62



120,507.27



67,106.77



187,644.83



538,210.62



683,823.81



369,976.97



14,885,419.96



1,102,309.76



294,753.42



2,665,857.25



1,290,012.62



456,894.39



1,053,851.80



63,726.90



16,785.34



1,561,288.93



616,439.51



3,995,438.17



1,433,358.10



1,251,418.32



5,733,898.25



CPS



454,997.13



313,158.10



1,955,700.02



4,046,898.38



806,203.61



2,013,161.74



1,261,360.47



0.44



0.39



0.31



0.92



0.36



0.76



1.62



0.16



0.36



0.27



0.52



0.90



0.07



0.57



0.65



0.43



0.27



0.08



0.42



0.39



3.27



2.89



0.48



0.75



RSD(%)



1.12



1.07



0.25



0.52



1.69



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.875



76.052



75.494



79.231



78.841



76.141



2260.194



79.691



78.049



76.727



77.768



2024.794



79.646



80.831



1920.353



1921.893



1947.883



1945.600



77.991



77.901



80.529



76.890



79.063



80.792



Conc



79.052



77.215



1993.119



78.370



80.092



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:46



Sample Name mp18161-b1



Sample Type Sample



File Name 028SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.0



100.4



100.0



101.6



104.0



Det



Pulse



Pulse



Pulse



Pulse



110.3



106.4



108.3



107.8



108.1



107.7



101.5



103.6



102.3



102.2



108.6



111.2



0.94



0.87



0.42



0.68



ISTD Recovery%



95.0



101.4



100.9



101.4



100.4



0.64



0.93



0.62



1.18



0.78



0.34



1.11



1.14



1.48



0.03



0.55



1.00



257,565.11



2,776,116.28



4,814,992.87



RSD(%)



1.44



1.79



2.20



2.00



1.22



2.56



1,136,773.41



3,903,794.71



393,871.56



2,679,843.09



248,924.80



170,762.28



622,470.72



3,940,351.61



173,011.67



110,461.76



166,822.86



2,848,307.25



CPS



1,100,855.82



2,960,587.77



613,596.80



851,630.82



4,350,969.83



4,336,726.19



6,491,391.57



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



3.707E-01



1.755E-01



421,342.41



45,193.11



0.71



0.95



ug/l



ug/l



77.858



198.230



2



3



Sn



Se
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.543E-01



1.684E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



6.222E+00



1.678E+00



4.900E+00



7.704E-01



3.852E-01



1.592E-01



4.149E+00



1.153E-01



3.176E+00



3.936E+00



5.214E+00



1.222E+02



3.339E-01



1.531E+00



1.903E+02



2.935E+01



3.314E+00



1.242E+01



4.556E-01



2.814E-01



2.298E-01



1.563E-01



1.021E+00



3.826E-01



Ratio



4.115E-01



5.994E-01



7.995E+00



2.538E+00



1.879E-01



846,233.92



133,052.55



66,523.03



178,505.51



397,370.60



43,498.72



548,396.82



679,707.51



900,515.66



21,097,148.60



1,074,552.30



289,765.40



32,860,934.25



5,068,376.32



572,376.07



2,145,213.04



716,562.66



19,910.95



1,480,653.47



1,006,750.66



3,849,272.96



1,442,907.43



1,259,404.07



5,774,510.10



1.06



0.43



CPS



437,656.19



637,601.87



23,234,464.65



10,618,624.42



785,986.50



1,919,706.64



1,185,787.35



1.21



1.00



0.56



0.94



1.18



1.30



0.79



2.77



1.04



0.71



0.32



0.45



1.35



0.71



0.45



2.24



0.54



0.53



0.02



1.04



2.08



1.53



0.84



0.47



RSD(%)



0.76



1.29



0.54



0.55



0.74



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



74.420



190.206



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



74.101



74.901



77.776



87.735



78.299



73.422



25548.915



94.699



79.676



76.406



189.662



2875.428



83.740



85.054



23797.450



7566.439



2445.005



3996.692



76.544



75.371



76.940



126.516



79.582



84.973



Conc



78.688



163.353



24492.852



213.872



81.217



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:51



Sample Name mp18161-s1



Sample Type Sample



File Name 029SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



91.8



RSD(%)



0.46



CPS



1,063,704.84



Mass



ISTD Table
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1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.9



98.6



100.3



98.5



103.4



Pulse



Pulse



Pulse



108.9



102.3



106.9



107.2



108.0



103.9



98.6



102.9



101.8



97.8



108.4



109.6



0.24



0.89



0.48



0.24



99.5



97.7



100.0



96.5



0.64



0.12



0.72



0.09



0.41



0.15



1.43



1.70



1.46



1.00



0.83



0.81



258,357.22



2,692,191.98



4,788,705.37



0.94



1.19



1.29



1.44



1.70



1,121,454.27



3,883,405.68



393,281.44



2,583,969.13



246,217.40



167,752.39



619,596.01



3,771,318.07



172,700.36



108,839.40



164,651.32



2,739,274.47



2,906,298.81



594,122.98



839,596.89



4,183,955.25



4,213,309.42



6,442,647.19



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1
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1
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.670E-01



1.753E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



6.239E+00



1.678E+00



4.918E+00



7.630E-01



3.844E-01



1.621E-01



4.202E+00



1.163E-01



3.183E+00



3.950E+00



5.317E+00



1.250E+02



3.400E-01



1.553E+00



1.922E+02



2.949E+01



3.387E+00



1.264E+01



4.531E-01



2.846E-01



2.322E-01



1.575E-01



1.029E+00



3.892E-01



Ratio



4.234E-01



6.230E-01



8.194E+00



2.550E+00



1.904E-01



873,334.81



135,494.01



68,252.16



183,695.95



415,996.30



45,580.00



565,239.58



701,454.01



944,213.89



22,200,472.45



1,107,911.96



297,930.26



34,127,283.09



5,237,285.90



601,373.64



2,245,175.19



746,197.14



20,656.39



1,534,322.53



1,040,435.43



3,946,494.73



1,493,058.05



1,304,423.94



5,958,322.15



2.19



0.59



CPS



447,419.45



658,409.94



24,328,009.64



10,913,533.17



815,119.83



1,968,149.55



1,236,278.29



2.68



3.04



2.97



2.41



3.03



1.99



2.32



1.74



2.57



2.68



2.97



3.05



0.53



0.52



3.71



2.37



3.09



1.85



0.63



0.82



0.40



1.39



0.64



0.18



RSD(%)



1.40



1.35



1.90



1.86



1.22



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 19:26
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Acq Time 11/3/2019 19:36



Sample Name CCB



Sample Type CCB
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Pulse
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105.4



106.7
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1.20



1.13



0.39



ISTD Recovery%



95.6



95.8



96.4



97.4



96.0



0.20



1.00



0.69



0.64



1.07



1.08



1.27



1.44



1.79



0.21



0.39



0.99



253,278.05



2,720,539.62



4,770,902.86



RSD(%)



1.42



0.33



1.31



0.74



1.45



1.59



1,106,045.90



3,788,514.71



384,260.49



2,619,872.19



245,336.31



166,726.25



612,259.09



3,865,687.44



167,957.19



105,974.29



161,021.50



2,722,877.18



CPS



1,107,618.38



2,798,163.92



586,210.19



817,378.55



4,160,500.88



4,208,637.38



6,532,908.44



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3
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3.645E-01
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44,611.29
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0.30
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0.30
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0.10



0.10



0.30



0.30



0.30



0.30
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0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10
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Pulse



Pulse



Pulse
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Pulse
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.569E-01



1.942E-01



Det



Pulse



Pulse
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Analog



Pulse



Pulse



Pulse



6.184E+00



1.652E+00



4.785E+00



7.458E-01



3.790E-01



1.601E-01



3.707E+00



1.111E-01



3.133E+00



3.906E+00



4.779E+00



1.205E+02



3.313E-01



1.511E+00



1.941E+02



2.600E+01



3.370E+00



1.221E+01



4.471E-01



2.828E-01



2.230E-01



1.454E-01



1.012E+00



3.749E-01



Ratio



3.914E-01



6.022E-01



7.240E+00



2.504E+00



1.894E-01



805,750.66



125,591.44



63,819.42



176,235.48



392,808.86



43,355.76



527,593.31



657,700.01



804,713.77



20,288,083.08



1,041,155.11



278,080.25



32,685,330.92



4,377,600.52



567,492.88



2,055,179.99



624,104.66



18,712.92



1,440,610.55



939,632.75



3,734,166.92



1,383,275.71



1,222,198.91



5,573,275.93



0.96



14.40



CPS



421,639.68



648,838.84



20,210,789.70



10,117,264.64



765,304.11



1,843,427.21



1,166,006.42



1.82



1.29



0.99



0.40



0.50



0.81



0.99



0.84



1.40



0.81



1.45



1.44



0.08



0.18



1.59



0.57



0.98



1.31



0.14



0.71



2.42



1.54



1.09



0.17



RSD(%)
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ug/l
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ug/l
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ug/l
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219.429
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ug/l
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73.644



73.725



75.918



84.903



77.036



73.862



22821.917



91.287



78.618



75.826



173.838



2836.311



83.081



83.916



24277.259



6701.850



2486.336



3926.697



75.110



75.739



74.646



117.741



78.918



83.275
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74.846
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:21



Sample Name mp18162-s1



Sample Type Sample



File Name 059SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse
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Pulse
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88.7
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87.8



85.7



94.4
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106.7



100.1



104.9



104.7



105.6



102.2



96.5



103.2



99.9



95.7



105.7



107.2



13.42



13.63



15.49



15.43



95.6



95.1



96.4



93.2



0.29



0.89



0.17



0.13



0.66



14.42



0.84



0.57



1.05



1.18



0.42



1.17



226,171.32



2,340,074.21



4,372,182.19



0.99



1.48



1.83



0.74



1.03



1,100,553.39



3,791,787.63



384,710.91



2,541,448.44



218,566.47



149,090.74



608,019.91



3,689,253.17



168,387.94



106,459.74



161,410.15



2,678,416.07



2,791,741.31



578,693.50



809,113.61



4,041,190.15



4,123,120.92
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0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.698E-01



1.730E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



6.161E+00



1.665E+00



4.788E+00



7.592E-01



3.814E-01



1.611E-01



3.793E+00



1.141E-01



3.195E+00



3.934E+00



4.866E+00



1.233E+02



3.329E-01



1.530E+00



1.974E+02



2.661E+01



3.483E+00



1.243E+01



4.510E-01



2.922E-01



2.284E-01



1.491E-01



1.028E+00



3.829E-01



Ratio



4.014E-01



6.236E-01



7.350E+00



2.596E+00



1.929E-01



813,130.75



128,909.95



64,764.43



177,228.51



406,743.28



43,888.75



542,534.70



668,125.43



826,336.27



20,945,494.17



1,046,213.71



282,762.79



33,519,163.11



4,519,480.93



591,530.65



2,111,468.59



644,007.68



19,372.53



1,474,927.11



962,837.90



3,791,403.80



1,412,369.67



1,227,988.91



5,644,475.62



0.18



0.86



CPS



428,141.44



665,213.21



20,688,443.44



10,464,987.13



777,492.20



1,862,378.51



1,206,493.10



0.73



1.47



1.22



1.83



1.90



0.33



2.10



3.30



0.90



1.23



1.25



1.44



0.26



0.03



2.74



1.67



0.71
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0.87



0.19



1.36



1.05



0.36



0.45
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73.367



74.331
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86.435



77.525



74.321



23351.862



93.718



80.156



76.377



176.991



2903.315



83.484



84.996



24688.672



6860.821



2569.638



4000.439



75.768



78.259



76.443



120.685



80.138



85.032
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76.761



169.962



22514.011



218.773
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FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:26



Sample Name mp18162-s2



Sample Type Sample



File Name 060SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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104.9
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96.6



103.1
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107.6



1.05



0.99



0.39



0.48



96.4



95.1



96.6



93.0



0.45



0.58



0.22



0.72



0.20



0.63



0.15



0.80



1.34



1.03



0.96



0.81



253,696.44



2,623,119.06



4,762,561.20



0.85



1.22



1.46



1.64



1.45



1,099,949.69



3,797,540.68



387,329.75



2,525,336.29



248,871.46



166,244.85



613,379.52



3,688,896.82



169,828.87



106,929.13



161,110.15



2,667,246.21



2,814,801.00



578,617.52



811,164.68



4,031,449.52



4,129,104.75
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0.30
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0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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6.117E-02



1.976E+00
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2.007E-01
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1.839E+01



6.543E+00
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2.988E-01



1.865E-01



1.472E-01



5.997E-02



6.599E-01



2.296E-01
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2.605E-01



3.931E-01



1.625E+00



6.072E-01



1.186E-01



503,166.80



73,012.85



40,703.41



117,377.45



333,463.47



424,131.93



232,541.35



35,969,905.24



685,028.10



181,798.82



6,566,740.02



3,103,744.12



1,104,380.02



2,526,534.97



140,970.14



10,323.31



954,153.76



388,743.85



2,494,079.39



867,783.16



758,611.63



3,474,852.79



CPS



282,378.20



426,150.10



4,532,891.29



2,519,110.48



491,928.17



1,239,830.03



773,901.81
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0.94



0.51



0.50



0.91



1.22



0.88
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1.17
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1.68
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0.15



1.17
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1.19
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ug/l
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48.331



48.054



46.716



48.864



49.011



49.194



5135.732



50.246



49.556



48.747



50.097



5017.378



50.338



51.072



4859.740



4740.038



4827.980



4821.667



50.202



49.896



49.265



48.543



51.456



50.995



Conc



49.819
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:31



Sample Name CCVA



Sample Type CCV



File Name 061_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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9.637E-02



2.017E-04
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2.618E-04
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8.958E-05



2.827E-02



9.105E-03



2.803E-04
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144.40



14,027.07
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316.68



14,944.60
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97.33
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41.27
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:36



Sample Name CCB



Sample Type CCB



File Name 062_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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97.4
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0.74
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93.8
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CPS
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9.369E-02
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FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:41



Sample Name jc97339-11a



Sample Type Sample



File Name 063SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30,937.34
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CPS
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0.89



3.98



1.14



23.62



29.00



3.60



1.55



31.37



1.85



RSD(%)



45.75



0.68



0.84



2.14



2.62



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.021



0.247



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.071



0.923



1.942



6.636



0.878



0.017



20590.785



1.092



1.359



0.512



39.365



125.079



0.445



0.454



22961.219



4713.969



26.340



1954.299



0.030



0.020



0.618



37.588



0.016



0.467



Conc



0.009



88.062



20318.257



133.312



1.021



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:46



Sample Name jc97339-11fa



Sample Type Sample



File Name 064SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 181 of 328



Inst QC: MA47746



291 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.8



RSD(%)



0.55



CPS



1,099,319.01



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 182 of 328



Inst QC: MA47746



292 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



97.9



97.5



96.4



102.1



Pulse



Pulse



Pulse



106.8



100.2



104.9



104.1



104.8



102.0



96.8



104.6



98.0



95.4



106.4



107.1



1.07



0.27



0.54



0.84



96.4



95.2



95.7



93.4



0.75



1.07



0.65



0.73



0.75



0.61



0.78



1.86



1.73



0.74



0.49



1.12



251,242.70



2,634,202.67



4,728,657.87



1.44



0.68



2.27



1.59



1.54



1,101,122.74



3,770,865.54



381,625.58



2,537,758.30



245,939.65



166,470.65



596,427.19



3,677,731.19



169,632.95



106,360.00



161,437.46



2,682,622.46



2,815,603.81



578,786.72



803,698.58



4,050,036.92



4,138,706.50



6,548,618.65



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 183 of 328



Inst QC: MA47746



293 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.410E-03



8.700E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.040E-02



3.191E-02



6.051E-01



1.171E-01



1.195E-02



3.884E-04



3.832E+00



1.593E-02



7.408E-02



1.305E-01



2.178E+00



3.742E+01



1.016E-02



4.644E-02



5.116E+01



1.346E+01



4.501E-01



6.849E+00



1.525E-04



1.054E-03



3.720E-03



2.532E-02



1.333E-04



1.199E-02



Ratio



1.158E-04



4.853E-01



7.675E+00



1.014E+00



7.443E-03



101,725.06



19,694.23



2,009.13



425.29



1,543.43



217.73



12,453.87



21,931.35



366,138.64



6,290,322.11



5,111.66



5,364.28



8,601,585.21



2,262,978.31



75,663.49



1,151,367.00



644,248.72



2,678.05



24,369.80



165,840.10



500.03



44,979.95



38,127.10



174,275.25



20.14



2.82



CPS



126.67



530,694.80



21,389,651.35



4,135,262.23



30,366.73



636.71



4,390.81



3.04



1.17



0.32



2.13



3.11



8.09



0.66



4.93



5.26



0.95



0.74



0.67



1.95



0.66



0.84



0.28



1.09



0.46



14.21



12.24



3.80



0.90



11.10



0.94



RSD(%)



17.58



1.23



1.21



0.89



3.76



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.107



0.961



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.359



1.353



8.264



12.582



2.414



0.175



23594.959



13.085



1.828



2.441



79.202



879.804



2.536



2.566



6393.406



3469.744



330.945



2190.958



0.025



0.121



1.225



20.490



0.010



2.650



Conc



0.016



132.140



23510.532



85.423



3.211



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:51



Sample Name jc97339-12a



Sample Type Sample



File Name 065SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 184 of 328



Inst QC: MA47746



294 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.3



RSD(%)



0.31



CPS



1,093,513.76



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 185 of 328



Inst QC: MA47746



295 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.7



97.3



97.1



97.1



102.4



Pulse



Pulse



Pulse



107.1



100.3



104.3



104.0



104.3



103.2



97.5



104.6



99.2



97.3



105.5



107.6



1.73



0.87



0.94



0.42



95.5



95.2



96.0



94.1



0.31



0.25



1.05



0.70



0.17



1.97



0.53



1.69



1.99



0.12



1.42



0.30



250,299.01



2,653,751.77



4,741,278.56



0.70



1.20



0.68



1.38



1.90



1,094,772.62



3,767,287.77



379,732.73



2,568,501.08



243,264.90



165,571.86



603,557.36



3,752,222.76



168,119.46



106,862.16



161,935.77



2,686,107.95



2,787,257.77



579,057.19



805,641.19



4,079,304.52



4,168,073.37



6,550,773.44



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 186 of 328



Inst QC: MA47746



296 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.480E-04



8.210E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.429E-03



1.388E-02



2.911E-01



5.248E-02



8.406E-03



9.967E-05



3.205E+00



8.891E-04



3.426E-02



5.556E-02



3.742E-02



3.129E+00



5.698E-04



2.500E-03



5.096E+01



1.274E+01



2.355E-02



6.754E+00



8.083E-05



6.542E-04



4.233E-03



1.760E-02



1.921E-04



6.463E-04



Ratio



3.157E-05



4.815E-01



6.361E+00



9.208E-01



7.982E-03



48,742.07



8,786.91



1,407.40



109.59



1,042.27



207.53



5,735.53



9,301.60



6,265.71



523,824.98



574.16



2,324.64



8,532,907.16



2,133,296.37



3,943.86



1,130,834.99



536,693.02



148.89



27,635.42



114,884.77



720.05



2,423.65



2,136.93



9,378.26



305.56



2.35



CPS



34.67



527,779.85



17,486,574.74



3,718,697.13



32,236.95



333.36



2,700.34



6.71



8.23



1.08



2.22



5.25



8.12



0.23



15.76



2.27



4.15



3.03



1.29



4.48



5.86



1.85



0.49



7.56



0.44



9.52



161.46



2.76



1.10



8.10



5.77



RSD(%)



1492.62



2.19



1.42



0.37



2.09



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.010



0.905



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.038



0.548



3.182



5.143



1.693



0.042



19734.319



0.730



0.829



0.985



1.340



72.359



0.130



0.125



6368.220



3284.222



16.155



2160.258



0.013



0.014



1.397



14.244



0.014



0.131



Conc



0.000



131.099



19480.276



77.586



3.444



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:56



Sample Name jc97339-12fa



Sample Type Sample



File Name 066SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 187 of 328



Inst QC: MA47746



297 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.6



RSD(%)



1.71



CPS



1,096,357.13



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 188 of 328



Inst QC: MA47746



298 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.0



97.8



98.1



98.1



102.3



Pulse



Pulse



Pulse



105.8



100.0



104.8



103.5



105.0



103.1



96.5



104.2



98.5



97.3



105.1



107.3



0.54



0.38



1.07



1.34



94.2



94.4



95.0



93.2



0.66



0.31



0.19



0.15



0.49



1.18



1.24



2.03



2.68



0.20



0.47



1.26



252,780.44



2,678,756.84



4,736,081.34



0.85



2.09



1.95



1.46



0.86



1,099,483.22



3,749,154.29



382,284.41



2,566,279.41



244,100.49



166,450.57



599,570.21



3,753,016.51



167,438.28



106,560.24



159,932.22



2,675,748.30



2,749,331.83



574,170.13



797,203.06



4,038,627.13



4,125,531.05



6,526,996.36



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:09 PM on:11/4/2019



Raw Data MA47746    page 189 of 328



Inst QC: MA47746



299 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.941E-04



8.063E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



2.040E-02



2.325E-02



3.833E-01



6.552E-02



9.765E-03



1.453E-04



3.107E+00



1.211E-02



5.979E-02



1.044E-01



1.783E-01



2.472E+01



4.397E-03



2.073E-02



4.976E+01



1.275E+01



3.225E-01



6.677E+00



8.415E-05



7.200E-04



3.653E-03



1.921E-02



9.508E-05



5.458E-03



Ratio



5.983E-05



4.748E-01



6.282E+00



9.004E-01



7.495E-03



64,169.07



10,967.14



1,634.76



159.70



982.27



203.87



10,005.38



17,472.72



29,840.53



4,138,788.59



3,414.79



3,891.63



8,329,302.17



2,133,949.01



53,975.16



1,117,730.30



520,147.39



2,026.88



23,708.86



124,666.72



353.36



20,241.33



16,309.70



76,900.79



-829.33



2.85



CPS



64.00



509,200.83



17,289,323.91



3,619,497.45



30,135.95



346.69



2,967.06



5.67



2.42



1.69



3.93



1.75



12.19



0.65



9.46



5.18



2.21



2.28



1.01



1.22



1.70



0.66



0.57



2.48



0.64



32.16



20.69



1.76



1.91



30.28



2.11



RSD(%)



104.11



0.10



0.18



0.58



2.55



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



0.889



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.240



0.966



4.675



6.644



1.969



0.063



19130.244



9.945



1.469



1.934



6.464



580.939



1.090



1.138



6217.493



3285.998



236.778



2135.421



0.014



0.031



1.203



15.548



0.007



1.200



Conc



0.006



129.271



19238.002



75.866



3.234



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:01



Sample Name jc97339-13a



Sample Type Sample



File Name 067SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 190 of 328



Inst QC: MA47746



300 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



92.5



RSD(%)



0.87



CPS



1,072,403.13



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 191 of 328



Inst QC: MA47746



301 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.3



97.0



98.1



97.2



101.9



Pulse



Pulse



Pulse



105.2



99.8



104.7



104.2



105.1



103.4



96.4



103.6



98.8



96.2



105.0



107.2



1.22



0.62



0.81



1.16



94.3



95.2



94.7



92.7



0.09



0.72



0.29



0.50



0.30



0.62



0.82



0.74



1.69



0.97



0.18



0.91



252,856.99



2,655,464.75



4,720,620.65



1.05



0.69



0.97



1.01



1.77



1,098,307.54



3,774,549.57



382,783.60



2,571,515.94



242,294.86



164,980.45



601,444.04



3,709,103.17



167,404.16



106,478.70



159,136.43



2,671,880.10



2,752,270.38



578,765.89



794,736.87



4,020,064.21



4,120,690.31



6,490,083.65



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 192 of 328



Inst QC: MA47746



302 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.522E-04



8.092E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.232E-03



1.270E-02



2.939E-01



4.563E-02



7.915E-03



9.218E-05



3.136E+00



7.070E-04



3.138E-02



5.393E-02



3.617E-02



2.795E+00



4.874E-04



2.383E-03



5.007E+01



1.241E+01



2.055E-02



6.605E+00



8.744E-05



4.753E-04



3.699E-03



1.743E-02



1.743E-04



6.431E-04



Ratio



2.558E-05



4.762E-01



6.232E+00



8.957E-01



7.481E-03



48,913.74



7,594.07



1,317.39



100.78



713.36



203.20



5,220.89



8,975.86



6,018.96



465,072.93



537.65



2,113.50



8,333,573.56



2,065,911.93



3,420.40



1,099,196.31



521,860.03



117.78



23,979.14



112,977.92



650.05



2,410.31



1,823.53



8,928.11



-11.06



4.68



CPS



28.00



521,375.54



17,196,761.41



3,662,080.36



30,580.23



360.02



1,960.23



9.46



0.44



3.42



3.07



3.06



28.86



0.86



22.10



4.05



1.32



5.15



2.68



11.03



1.94



0.45



0.98



5.28



1.23



14.42



-38.90



0.94



2.16



28.30



2.12



RSD(%)



-67.17



0.87



1.35



0.50



1.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.052



0.892



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.036



0.495



3.228



4.356



1.593



0.038



19304.402



0.581



0.756



0.954



1.294



64.496



0.109



0.119



6256.527



3199.639



13.943



2111.909



0.014



-0.034



1.218



14.106



0.013



0.130



Conc



-0.001



129.659



19085.634



75.472



3.227



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:06



Sample Name jc97339-13fa



Sample Type Sample



File Name 068SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 193 of 328



Inst QC: MA47746



303 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.4



RSD(%)



0.17



CPS



1,094,759.28



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 194 of 328



Inst QC: MA47746



304 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.2



97.8



97.5



98.2



102.3



Pulse



Pulse



Pulse



105.9



100.3



104.3



102.8



103.6



103.0



96.5



103.5



98.4



97.2



104.4



106.5



0.44



0.38



0.33



0.18



94.5



94.8



95.9



94.3



0.20



0.33



0.57



0.41



0.64



0.67



1.73



2.66



2.79



1.06



0.93



1.17



251,148.94



2,681,418.85



4,737,569.95



2.41



3.24



2.35



1.79



2.11



1,093,896.20



3,721,605.27



377,469.57



2,563,113.02



244,419.58



166,322.75



599,087.43



3,747,731.92



166,444.45



105,821.16



160,186.76



2,683,915.17



2,759,956.21



576,769.85



805,480.30



4,088,596.71



4,124,061.15



6,482,666.99



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 195 of 328



Inst QC: MA47746



305 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.562E-04



1.213E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



8.720E-03



1.789E-02



4.301E-01



4.902E-02



2.012E-02



2.668E-05



2.962E+00



4.879E-03



9.133E-02



6.251E-02



1.121E-01



1.474E+01



1.175E-03



5.297E-03



5.364E+01



7.184E+00



1.273E-01



1.343E+01



7.951E-05



6.215E-04



2.596E-03



9.652E-03



1.317E-04



1.332E-03



Ratio



3.692E-05



4.001E-01



5.918E+00



7.476E-01



6.864E-03



71,008.11



8,093.21



3,322.02



28.94



928.93



30.00



15,077.00



10,320.01



18,513.87



2,434,109.21



1,440.18



2,954.75



8,857,794.09



1,186,203.88



21,016.75



2,217,081.30



489,087.48



805.59



16,966.35



63,082.51



490.03



4,954.38



4,367.51



19,699.33



-199.67



7.20



CPS



40.00



432,965.77



16,261,468.51



3,022,304.54



27,751.69



330.02



2,573.66



3.26



3.77



1.88



5.30



1.33



55.51



1.48



6.12



3.81



3.92



1.55



0.34



8.38



2.91



0.87



0.83



2.10



0.93



29.21



338.47



2.02



2.89



16.29



5.09



RSD(%)



328.33



0.29



1.12



0.56



0.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.009



0.115



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.101



0.727



5.431



4.745



4.074



0.008



18236.718



4.008



2.261



1.120



4.057



345.821



0.282



0.280



6703.246



1851.666



92.706



4322.308



0.013



0.005



0.849



7.810



0.010



0.283



Conc



0.001



108.822



18122.947



62.987



2.961



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:11



Sample Name jc97339-14a



Sample Type Sample



File Name 069SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 196 of 328



Inst QC: MA47746



306 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



93.4



RSD(%)



0.83



CPS



1,082,247.26



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 197 of 328



Inst QC: MA47746



307 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.1



96.3



95.9



97.2



101.9



Pulse



Pulse



Pulse



104.0



98.8



103.4



102.1



103.4



101.7



96.9



104.4



98.8



96.5



103.6



104.5



0.32



0.83



0.79



0.70



94.1



94.0



93.2



93.3



0.62



0.94



0.33



0.58



1.31



1.06



0.80



1.60



1.81



1.16



2.82



2.60



247,236.10



2,654,016.42



4,721,635.92



1.01



1.51



2.06



1.31



1.41



1,085,060.15



3,697,447.77



376,505.20



2,531,053.79



239,221.49



163,828.79



601,101.58



3,720,341.82



165,129.23



103,831.89



157,326.36



2,644,327.81



2,747,831.83



571,943.22



782,403.55



4,042,796.92



4,140,009.51



6,536,111.78



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:10 PM on:11/4/2019



Raw Data MA47746    page 198 of 328



Inst QC: MA47746



308 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.805E-04



1.204E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



2.725E-03



1.164E-02



3.682E-01



4.440E-02



1.914E-02



2.860E-05



2.954E+00



9.246E-04



7.740E-02



3.796E-02



1.358E-02



3.048E+00



2.786E-04



1.253E-03



5.298E+01



6.972E+00



2.611E-02



1.332E+01



6.578E-05



5.053E-04



2.513E-03



9.083E-03



1.537E-04



3.056E-04



Ratio



3.826E-05



3.917E-01



5.922E+00



7.427E-01



6.708E-03



61,074.09



7,365.08



3,174.32



31.16



742.25



30.07



12,839.56



6,295.72



2,252.41



505,661.46



451.98



1,931.25



8,787,990.49



1,156,390.41



4,331.72



2,209,457.69



489,929.65



153.34



16,359.14



59,130.42



580.04



1,153.43



1,050.08



4,723.86



-27.85



6.01



CPS



41.33



423,054.96



16,210,651.01



2,998,965.27



27,087.17



270.01



2,073.57



6.77



1.40



0.83



4.33



3.26



41.50



0.88



15.90



1.63



2.93



5.36



0.11



19.14



4.08



0.86



0.48



0.94



0.40



12.98



-27.73



1.81



0.30



19.91



18.29



RSD(%)



178.68



0.94



0.93



0.89



1.69



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.046



0.114



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.030



0.448



4.430



4.214



3.875



0.009



18184.149



0.759



1.912



0.643



0.472



70.473



0.057



0.056



6620.652



1796.939



18.046



4287.646



0.011



-0.026



0.821



7.349



0.011



0.055



Conc



0.001



106.541



18134.074



62.580



2.893



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:16



Sample Name jc97339-14fa



Sample Type Sample



File Name 070SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 199 of 328



Inst QC: MA47746



309 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



93.2



RSD(%)



0.42



CPS



1,080,037.90



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 200 of 328



Inst QC: MA47746



310 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.5



96.3



96.9



97.3



102.0



Pulse



Pulse



Pulse



104.6



99.9



103.9



102.7



104.5



103.0



96.0



103.9



98.6



97.8



104.1



106.2



1.75



0.52



0.91



0.42



93.7



93.3



94.3



93.1



0.92



0.65



1.32



0.40



0.53



0.37



0.77



1.07



1.04



0.25



0.46



0.41



249,801.99



2,657,548.23



4,721,933.42



1.41



2.15



2.30



0.57



0.98



1,090,579.31



3,719,130.27



380,547.02



2,563,119.90



240,189.04



163,834.81



599,868.61



3,770,396.51



165,875.02



105,494.64



158,099.46



2,674,843.92



2,737,420.79



567,588.65



791,643.19



4,037,822.54



4,103,620.29



6,510,136.78



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 201 of 328



Inst QC: MA47746



311 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.899E-04



5.640E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.950E-02



2.510E-02



4.078E-01



7.361E-02



2.813E-02



1.505E-04



2.835E+00



1.131E-02



6.459E-02



1.164E-01



1.445E-01



2.246E+01



5.562E-03



2.617E-02



4.636E+01



1.122E+01



3.989E-01



7.772E+00



8.729E-05



7.730E-04



4.038E-03



1.505E-02



1.307E-04



6.817E-03



Ratio



7.796E-05



4.646E-01



5.715E+00



9.581E-01



6.878E-03



68,656.06



12,392.61



4,736.04



165.44



977.82



140.33



10,873.69



19,595.07



24,331.46



3,781,220.68



3,283.50



4,225.05



7,805,359.97



1,888,312.35



67,156.51



1,308,452.31



477,281.35



1,903.48



26,136.17



97,395.83



486.70



25,419.58



20,735.28



97,609.08



-81.04



5.23



CPS



84.00



500,159.11



15,564,377.27



3,840,851.71



27,575.03



356.69



3,160.47



3.98



2.80



0.93



0.95



1.60



13.60



0.71



7.12



2.54



1.79



1.64



0.62



3.38



1.67



0.51



0.56



2.76



0.55



8.76



20.21



1.54



1.17



28.51



1.89



RSD(%)



41.13



1.92



1.60



0.99



3.02



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.002



0.615



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.229



1.049



5.071



7.574



5.703



0.065



17452.901



9.289



1.590



2.167



5.236



527.563



1.382



1.440



5792.637



2891.145



293.205



2490.099



0.014



0.046



1.332



12.179



0.010



1.501



Conc



0.009



126.477



17498.578



80.729



2.967



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:22



Sample Name jc97339-15a



Sample Type Sample



File Name 071SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 202 of 328



Inst QC: MA47746



312 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



92.9



RSD(%)



0.51



CPS



1,076,585.31



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 203 of 328



Inst QC: MA47746



313 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.4



97.2



96.6



96.6



101.6



Pulse



Pulse



Pulse



106.1



99.8



104.7



103.5



104.2



103.0



95.6



103.3



97.5



96.7



105.6



106.4



0.97



0.69



0.43



0.52



93.3



93.2



93.7



92.5



0.78



0.84



0.81



0.20



0.52



0.60



1.61



1.02



1.99



0.61



0.51



1.16



248,865.33



2,638,500.38



4,706,563.29



0.83



1.37



0.82



1.12



1.93



1,098,739.80



3,746,423.46



379,348.41



2,561,661.57



242,564.64



165,306.97



593,642.25



3,729,878.17



168,361.46



105,732.58



160,422.80



2,670,925.73



2,723,689.86



567,105.38



786,729.10



4,008,702.23



4,086,381.71



6,471,528.24



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 204 of 328



Inst QC: MA47746



314 of 595



JC97382



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.807E-04



5.193E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.845E-03



1.624E-02



3.180E-01



4.499E-02



2.439E-02



4.445E-05



2.784E+00



8.686E-04



3.753E-02



5.902E-02



2.261E-02



3.384E+00



7.386E-04



3.617E-03



4.626E+01



1.075E+01



8.532E-02



7.626E+00



7.561E-05



4.606E-04



3.858E-03



1.308E-02



2.534E-04



9.269E-04



Ratio



4.138E-05



4.550E-01



5.557E+00



9.232E-01



6.975E-03



52,884.72



7,482.91



4,056.52



48.77



636.69



129.73



6,242.39



9,815.25



3,760.48



562,875.02



639.61



2,701.37



7,693,053.59



1,787,077.01



14,190.64



1,268,363.35



462,933.26



144.45



25,391.53



86,060.00



953.40



3,487.24



2,780.40



13,609.80



-15.13



3.00



CPS



45.33



498,675.85



15,294,158.94



3,765,079.94



28,439.51



313.35



1,910.20



6.31



6.79



1.33



2.04



1.77



20.92



0.86



6.01



3.85



2.72



3.67



0.46



1.91



2.68



1.30



1.01



0.74



0.99



18.92



-28.20



3.61



2.38



7.16



5.31



RSD(%)



75.26



1.04



0.97



0.86



2.69



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.067



0.564



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.043



0.653



3.617



4.282



4.943



0.016



17136.187



0.713



0.911



1.053



0.801



78.384



0.172



0.187



5779.564



2769.787



61.746



2442.975



0.012



-0.038



1.271



10.582



0.019



0.193



Conc



0.002



123.838



17014.524



77.790



3.009



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:26



Sample Name jc97339-15fa



Sample Type Sample



File Name 072SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 205 of 328



Inst QC: MA47746



315 of 595



JC97382



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.6



RSD(%)



0.59



CPS



1,096,131.28



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:11 PM on:11/4/2019



Raw Data MA47746    page 206 of 328



Inst QC: MA47746



316 of 595



JC97382



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.1



96.6



97.0



97.2



101.9



Pulse



Pulse



Pulse



105.0



99.6



104.5



103.4



104.0



102.4



96.9



105.1



98.5



97.6



104.4



106.3



0.94



0.29



0.86



0.93



94.3



94.2



95.3



94.1



0.73



0.42



0.05



0.50



0.28



0.26



0.44



2.33



1.58



0.47



0.45



1.44



249,837.66



2,656,108.99



4,717,830.51



1.11



2.42



1.19



1.92



1.98



1,096,744.92



3,743,928.18



378,803.26



2,548,030.38



244,223.13



164,336.56



599,265.64



3,764,087.34



166,317.50



105,581.84



158,793.16



2,666,384.62



2,752,282.77



573,198.73



800,477.51



4,078,536.82



4,142,636.37
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0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10
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Pulse
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Pulse
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4.054E+00
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2.968E+00



4.326E-01



2.393E-01



1.072E-01



8.285E-01



5.889E-02



1.974E+00



2.520E+00



1.370E+00



2.129E+02



2.013E-01



9.198E-01



3.938E+01



1.835E+01



6.521E+00



1.487E+01



2.991E-01



1.877E-01



1.453E-01



5.935E-02



6.586E-01



2.299E-01



Ratio



2.527E-01



3.820E-01



1.615E+00



6.122E-01



1.189E-01



491,623.83



71,650.14



39,642.52



114,948.13



327,042.90



417,490.08



226,980.87



35,260,754.16



671,439.91



178,908.16



6,523,799.05



3,039,864.26



1,080,148.67



2,463,922.75



137,230.74



9,755.19



932,991.44



380,968.26



2,442,072.46



852,273.84



746,520.51



3,410,508.13



CPS



276,269.03



417,658.80



4,401,358.58



2,471,346.73



480,066.01



1,211,337.80



759,980.59



0.48



0.77



0.63



1.01



0.62



0.97



1.15



2.91



0.60



0.64



0.48



1.29



0.60



0.33



1.17



0.53



0.58



0.50



0.74



0.31



2.21



2.11



0.46



0.42



RSD(%)



1.33
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0.37
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ug/l
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ug/l



ug/l



48.271



48.187



46.504



48.865



48.640



49.446



5094.221



48.374



49.524



48.893



49.825



5011.533



50.488



51.089



4919.837



4730.628



4811.635



4791.297



50.249



50.207



48.645



48.041



51.352



51.047
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48.327



103.893



4919.891



51.582



51.410
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:32



Sample Name CCVA



Sample Type CCV



File Name 073_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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98.4
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94.8



102.5



97.4



96.1



103.9



104.3



0.75



1.14



0.77



0.71



ISTD Recovery%



94.3



93.4



92.7



94.2



93.1



0.62



0.53



0.54



0.82



0.93



0.90



1.21



2.25



1.92



0.24



1.51



0.48



246,893.29



2,639,606.08



4,688,130.65



RSD(%)



1.16



1.08



0.68



0.78



2.24



1.68



1,072,277.75



3,690,572.91



374,728.46



2,519,936.15



239,157.82



162,709.15



593,005.93



3,707,811.20



165,645.04



103,631.74



157,139.23



2,633,539.06



CPS



1,093,182.58



2,726,030.48



563,875.33



790,511.94



4,037,194.52



4,049,488.31



6,419,824.28
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3.905E-04
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2.019E-05



1.866E-03



4.217E-03



6.468E-04



8.116E-02



9.581E-05



5.168E-04



7.231E-02



2.243E-03



1.880E-03



9.084E-02



9.396E-05



1.010E-03



2.619E-04



1.912E-05



1.379E-04



1.378E-04



Ratio



3.816E-05



2.787E-02



8.805E-03



1.828E-04



2.281E-04



307.78



695.58



106.67



13,385.69



64.41



11,926.53



370.01



310.01



14,981.28



170.00



3.33



1,690.17



123.34



513.37



513.37



356.69



1,923.48



CPS



41.33



30,209.53



23,988.26



743.40



930.06



383.35



4,117.77



79.50



-6.43



99.87



35.05



-28.91



99.91



9.48



34.49



8.56



11.50



9.64



85.11



63.21



20.06



34.68



11.83



36.42
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17.45



RSD(%)
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-13.84
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ug/l
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ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002
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VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:37



Sample Name CCB



Sample Type CCB



File Name 074_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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101.2



101.8



102.5



95.4



103.1



95.9



96.5



103.5



105.7



0.85



0.51



0.35



0.48



ISTD Recovery%



93.5



93.3



92.9



93.6
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0.72



0.47



0.79



0.82



1.00



0.19



1.55



0.92



1.28



0.27



0.67



0.90



248,910.37



2,709,150.03



4,697,758.84



RSD(%)



0.70



0.55



0.78



0.81



1.66



0.31



1,083,781.42



3,665,550.41



370,874.02



2,549,147.33



244,067.61



164,053.58



583,787.08



3,723,347.03



164,931.18



104,992.38



157,336.15



2,690,349.62



CPS



1,083,784.71



2,724,504.02



565,027.11



785,648.11



4,075,666.08



4,078,392.54



6,456,665.32



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3
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5.00
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1.00
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Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.406E-03



9.776E-05



3.361E-03



1.172E-04



2.451E-05



Ratio



554.46



19.33



26.58



1,523.43



24.33



CPS



16.37



11.01



-6.78



98.81



18.94



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units
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0.088
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0.008



0.007
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1.143E-03



8.431E-02



7.476E-05



4.006E-04



8.997E-02



3.663E-03



3.718E-03



8.903E-02



9.260E-05



4.322E-04



1.599E-04



2.290E-05



5.876E-05



1.095E-04



Ratio



4.218E-05



2.474E-02



8.955E-03



2.557E-04



8.298E-05



275.56



892.26



193.33



14,266.36



41.07



15,222.51



620.02



628.91



15,061.38



242.23



20.00



1,023.41



146.67



220.01



410.02



280.01



1,500.10



CPS



46.67



27,382.50



24,715.88



1,056.75



343.35



383.36



1,790.17



4002.57



105.70



88.46



6.28



56.81



27.80



2.51



19.74



21.08



5.34



9.53



10.32



103.08



5.40



-28.80
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40.10



14.15



9.80
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ug/l
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ug/l



0.000



0.271



0.097



0.010



0.008



0.020



0.670



0.006



0.008



3.970



0.697



1.516



0.974



0.015



-0.046



0.033



0.014



0.004



0.012
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0.002



6.173



-5.929



0.013
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:42



Sample Name mp18163-mb1 1



Sample Type Sample



File Name 075SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Time(sec)
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Analog



Pulse
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Pulse
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97.1



97.7



100.2



101.6



Det



Pulse



Pulse



Pulse



Pulse



104.9



101.8



104.7



101.6



102.6



104.1



96.9



102.2



96.6



97.1



106.2



106.2



0.92



0.45



0.46



1.16



ISTD Recovery%



95.5



94.5



94.6



95.2



95.4



0.48



0.78



0.06



0.39



0.10



0.99



1.47



1.09



0.77



0.94



0.70



0.97



251,685.35



2,737,063.29



4,703,875.78



RSD(%)



0.32



0.98



0.37



0.27



1.13



1.52



1,098,149.40



3,677,943.60



373,609.85



2,589,298.72



242,345.62



165,241.67



587,991.79



3,745,139.53



169,206.49



105,506.88



158,613.00



2,725,163.50



CPS



1,106,800.83



2,759,921.94



575,457.97



799,383.32



4,136,357.65



4,140,133.99



6,403,207.61



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



5.665E-04



5.032E-05



3.006E-02



1.066E-04



3.987E-06



Ratio



5,086.41



18.00



4.40



622.25



12.67



CPS



-5.78



23.00



2.38



180.53



-95.46



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.070



0.035



2.565



0.006



-0.002



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.130E+00



1.633E+00



4.486E+00



6.765E-01



3.687E-01



1.600E-01



3.645E-01



9.638E-02



2.997E+00



3.791E+00



2.098E+00



8.500E+01



3.088E-01



1.408E+00



1.507E+01



7.291E+00



2.593E+00



5.985E+00



4.503E-01



2.843E-01



2.243E-01



8.897E-02



9.856E-01



3.512E-01



Ratio



3.801E-01



2.852E-01



6.435E-01



9.122E-01



1.790E-01



746,416.71



112,565.82



61,347.35



174,430.41



498,655.29



630,883.57



349,040.68



14,144,659.99



1,020,014.89



271,664.15



2,508,265.80



1,213,226.10



431,422.54



995,982.15



60,646.51



16,037.93



1,443,639.09



572,595.25



3,683,605.67



1,312,389.64



1,154,206.57



5,263,453.57



CPS



418,326.98



313,804.46



1,765,351.38



3,723,058.07



730,690.80



1,838,603.15



1,160,855.84



0.70



0.50



1.15



0.72



0.86



0.19



0.53



2.04



0.18



0.68



0.20



0.50



1.09



0.88



1.07



0.95



0.23



0.60



0.40



0.71



2.32



2.40



1.21



0.15



RSD(%)



1.65



1.06



0.34



0.62



1.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



72.999



72.874



71.069



76.924



74.938



73.809



2236.308



79.170



75.184



73.596



76.280



2000.448



77.446



78.228



1878.488



1879.321



1912.299



1911.307



75.651



76.151



75.091



72.026



76.848



77.995



Conc



72.699



77.396



1940.808



76.864



77.399



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1
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1



1



1



1



1



1



1



ISTDMass
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Cu
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:47



Sample Name mp18163-b1



Sample Type Sample



File Name 076SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.6



96.5



96.9



97.5



100.9



Det



Pulse



Pulse



Pulse



Pulse



105.4



100.4



103.9



102.4



102.9



102.0



95.5



102.8



97.8



96.9



104.4



106.1



1.28



1.01



1.53



1.85



ISTD Recovery%



94.9



93.9



94.3



94.7



94.2



0.52



0.71



0.24



0.99



1.13



0.61



1.42



1.59



1.25



0.59



1.01



1.37



249,758.43



2,664,333.23



4,673,179.54



RSD(%)



0.77



0.29



1.55



0.67



1.87



1.75



1,090,089.48



3,706,604.02



374,745.17



2,537,399.97



240,673.71



164,158.30



595,312.01



3,737,184.01



166,404.56



105,377.11



159,307.98



2,688,403.30



CPS



1,100,523.96



2,743,240.58



573,750.38



795,364.78



4,081,646.09



4,082,891.62



6,436,402.40



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



3.591E-01



1.716E-01



391,372.77



42,851.88



1.57



0.45



ug/l



ug/l



75.413



193.827



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.734E-01



1.750E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



6.183E+00



1.680E+00



4.891E+00



7.292E-01



4.927E-01



1.622E-01



3.371E+00



1.055E-01



3.117E+00



3.982E+00



2.279E+00



1.060E+02



3.258E-01



1.489E+00



7.484E+01



1.910E+01



3.057E+00



1.280E+01



4.474E-01



2.914E-01



2.318E-01



1.086E-01



1.025E+00



3.731E-01



Ratio



3.911E-01



7.501E-01



6.690E+00



2.101E+00



1.936E-01



807,289.85



120,350.63



81,322.41



173,236.04



398,874.27



43,254.92



514,500.64



657,215.13



376,128.15



17,494,897.08



1,020,444.74



277,329.35



12,351,920.34



3,152,855.85



504,514.98



2,112,908.18



556,351.84



17,413.75



1,479,075.19



692,985.59



3,715,243.38



1,352,931.28



1,181,478.79



5,400,630.65



0.54



1.47



CPS



418,626.11



802,942.28



18,197,838.06



8,354,608.21



769,857.75



1,813,962.37



1,181,442.93



0.53



0.89



0.80



1.03



0.44



0.61



0.42



2.18



0.23



1.08



0.36



0.80



0.18



0.63



1.07



0.75



0.64



0.72



0.90



1.52



1.38



1.41



1.01



1.25



RSD(%)



0.61



0.11



0.78



0.97



0.74



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.442



197.674



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.627



75.006



77.629



82.986



100.151



74.811



20753.158



86.657



78.208



77.300



82.874



2494.837



81.709



82.731



9355.068



4924.135



2254.830



4119.644



75.159



78.046



77.600



87.926



79.894



82.869



Conc



74.792



204.565



20491.425



177.082



83.713



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune
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1



1



1
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Sn
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V
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K



Ag



Sn
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Ba



Tl
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B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:52



Sample Name mp18163-s1



Sample Type Sample



File Name 077SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



92.3



RSD(%)



0.62



CPS



1,070,412.08



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.3



96.3



95.9



96.3



101.4



Pulse



Pulse



Pulse



104.2



98.3



101.8



101.9



102.9



100.3



94.9



101.9



97.8



94.0



103.6



105.4



0.67



1.10



0.56



0.63



93.1



92.5



94.1



91.7



0.30



0.55



0.45



1.73



0.42



0.78



0.48



0.77



1.87



0.58



0.51



0.44



247,220.88



2,630,900.31



4,694,894.95



0.47



0.39



0.65



0.83



1.81



1,068,112.70



3,690,872.77



374,751.32



2,494,970.04



242,316.94



163,851.03



595,132.39



3,626,313.90



165,055.80



104,745.07



157,615.22



2,630,726.08



2,720,000.37



562,557.04



790,332.67



3,975,785.46



4,054,897.27



6,380,091.57



Tb



Ho



Bi



Sc



Ge



Ge



Rh
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Ge



Ge



Rh



In



Tb



Ge



Rh
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Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1
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1



Sc
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.700E-01



1.740E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



6.153E+00



1.640E+00



4.840E+00



7.142E-01



4.896E-01



1.612E-01



3.331E+00



1.051E-01



3.103E+00



3.944E+00



2.274E+00



1.084E+02



3.260E-01



1.487E+00



7.370E+01



1.895E+01



3.033E+00



1.273E+01



4.503E-01



2.920E-01



2.275E-01



1.074E-01



1.018E+00



3.713E-01



Ratio



3.888E-01



7.461E-01



6.617E+00



2.101E+00



1.932E-01



799,184.55



117,927.56



80,835.32



172,680.94



396,313.17



42,930.28



512,419.63



651,170.60



375,517.31



17,903,806.51



1,015,962.45



270,829.74



12,169,436.18



3,128,977.24



500,808.56



2,101,097.48



549,973.10



17,353.68



1,472,896.59



695,170.87



3,709,400.36



1,352,101.91



1,187,163.81



5,414,696.82



0.49



1.12



CPS



419,749.65



805,489.85



18,101,574.73



8,368,113.42



769,450.82



1,823,911.22



1,182,340.63



1.16



1.03



1.08



1.17



1.30



0.03



0.99



2.23



1.43



2.11



1.05



0.52



0.50



0.43



0.78



0.94



0.47



1.00



0.40



1.25



2.77



3.89



0.64



0.28



RSD(%)



0.99



0.28



1.91



2.17



0.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



77.712



196.579



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.276



73.218



76.806



81.265



99.517



74.357



20507.364



86.333



77.865



76.563



82.709



2552.082



81.751



82.591



9212.882



4884.926



2237.309



4094.867



75.657



78.198



76.168



86.945



79.411



82.459



Conc



74.352



203.454



20267.003



177.042



83.514



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Sn



Se



Mass
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Cu



Zn
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Ca



Ti



V



Cr



Mn



Fe



Pb



Pb
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Al



K



Ag



Sn
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Ba



Tl
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Element
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B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment
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286.68



893.41



700.05



630.05



2,963.60



CPS



18.67



38,361.26



27,500.40



1,826.90
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration
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Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/3/2019 23:57



Sample Name mp18043-mb1 4
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File Name 090SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b
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Method Path
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0.57



1.34
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0.31
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0.13



1.69



0.81



267,239.30



2,682,808.09



4,640,965.09



RSD(%)



0.90



1.80



2.43



2.72



2.23



2.56



1,019,073.20



3,534,653.61



356,292.27



2,423,259.63



233,702.23



174,457.56



579,541.98
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78,866.83



228,214.63



293,448.53



158,691.51



13,402,504.75



469,921.17



124,923.83



2,371,409.77



1,131,110.68



397,919.97



919,939.27
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2,562,823.10



CPS



196,692.66



178,456.83



1,692,103.47



1,764,504.04



355,964.49



882,727.20



572,848.36



0.48
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Last Calib 11/4/2019 10:10
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:02



Sample Name mp18043-b1



Sample Type Sample



File Name 091SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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321,801.55
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35,247,067.49
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3,019,445.92



1,080,724.05



2,451,594.00
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917,589.65
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2,405,616.89



835,109.91



725,591.97



3,336,529.82
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 0:07
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Method File



Method Path
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92.0
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1.736E-04



Ratio
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File Name 093_CCB_xa110319m1.D
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0.62



0.85



0.71



2.42
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0.66



1.28



0.90



0.94
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:17



Sample Name mp18043-s1



Sample Type Sample



File Name 094SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:22



Sample Name mp18043-s2



Sample Type Sample



File Name 095SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



91.4



RSD(%)



0.22



CPS



1,059,948.97



Mass



ISTD Table



Tune



1



Element



Li
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



96.6



105.5



106.2



95.7



100.7



Pulse



Pulse



Pulse



99.5



92.8



94.9



97.1



98.3



95.1



90.9



102.8



95.3



92.1



95.6



100.3



0.75



1.73



0.24



0.41



88.3



90.6



91.9



88.2



0.39



0.14



0.15



0.20



0.65



0.83



0.89



1.80



2.05



0.44



0.19



0.76



273,613.38



2,613,694.83



4,663,870.78



1.56



0.79



1.36



1.71



1.62



995,575.78



3,515,717.50



357,948.75



2,365,279.56



238,200.74



179,544.42



580,054.34



3,553,878.28



152,329.38



99,666.00



150,429.79



2,484,814.55



2,578,621.58



551,199.28



771,532.23



3,825,659.21



3,882,600.37



6,436,921.57



Tb



Ho



Bi



Sc



Ge



Ge



Rh
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Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1
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Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.604E+00



3.800E-01



2.716E-01



2.419E-01



3.751E-03



7.788E-05



4.791E-01



7.785E-03



6.012E-02



8.707E+00



1.552E+00



4.540E+01



3.107E-03



1.436E-02



2.446E+01



4.123E+00



3.814E-01



3.466E+00



1.776E-04



2.471E-03



4.197E-04



2.324E-02



8.561E-04



3.622E-03



Ratio



1.970E-03



6.145E-02



9.290E-01



4.138E-01



1.537E-03



41,367.58



36,839.14



571.34



78.42



9,157.06



1,326,092.86



236,392.66



6,915,219.17



244,309.64



57,880.21



3,724,863.05



627,972.79



58,084.59



527,904.70



72,976.72



1,185.62



2,727.03



151,085.40



3,067.12



12,973.25



11,127.99



51,434.42



CPS



2,108.16



65,737.93



2,393,517.62



1,583,461.33



5,881.34



690.05



9,596.62



0.91



0.31



1.76



1.51



4.41



9.56



1.06



7.17



1.14



0.86



0.33



0.22



4.10



2.22



0.50



0.44



0.64



0.22



7.35



3.41



5.51



0.46



10.32



4.00



RSD(%)



5.84



1.71



0.57



0.35



1.02



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.201



33.816



5.733



53.861



1.494



0.064



5885.384



12.789



2.956



338.267



112.875



2135.773



1.532



1.568



6104.492



2125.282



560.490



2190.154



0.059



1.003



0.240



37.623



0.132



1.583



Conc



0.742



32.425



5633.412



69.729



1.315



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:27



Sample Name jc97373-1



Sample Type Sample



File Name 096SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3
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3
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3



3



3



3



3
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3



0.30



0.30



0.30
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3



3



3



3
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0.30



0.30



0.30



0.30
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0.10



0.10
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Time(sec)
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0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



94.9



101.6



102.4



95.6



100.5



Det



Pulse



Pulse



Pulse



Pulse



100.2



93.6



95.9



97.1



97.6



96.4



90.9



103.8



94.6



92.8



95.6



101.7



0.83



0.70



1.15



0.24



ISTD Recovery%



92.3



88.2



91.2



91.8



88.3



0.45



0.63



0.49



0.87



0.48



0.65



2.01



2.49



2.10



0.25



0.65



0.36



263,979.61



2,611,948.23



4,655,569.96



RSD(%)



1.46



1.80



1.39



1.78



1.56



1.69



1,006,706.77



3,516,514.30



355,570.54



2,398,173.44



233,870.21



172,833.87



575,548.77



3,580,308.38



152,307.97



101,054.03



151,553.75



2,506,736.98



CPS



1,070,004.63



2,576,422.72



554,496.78



771,139.57



3,826,312.13



3,883,493.41



6,500,389.70
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Rh
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3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.146E-01



7.793E-02



7.685E-02



7.366E-02



7.027E-04



1.374E-05



1.018E-01



1.351E-03



1.232E-02



1.711E+00



3.118E-01



8.270E+00



7.006E-04



3.315E-03



4.901E+00



8.361E-01



1.421E-01



7.676E-01



7.553E-05



6.217E-04



2.081E-04



4.827E-03



2.632E-04



8.072E-04



Ratio



3.990E-04



2.747E-02



2.035E-01



8.249E-02



4.389E-04



12,321.41



11,808.83



112.67



14.32



1,975.71



274,270.61



49,987.55



1,325,872.03



50,441.21



12,493.78



785,704.60



134,041.13



22,777.85



123,074.22



16,319.25



216.67



1,353.46



31,406.10



956.75



2,937.08



2,547.02



12,052.51



CPS



434.68



29,879.95



535,592.37



323,991.35



1,720.37



300.01



2,470.29



0.58



3.36



-6.00



3.24



6.53



97.79



1.35



10.30



7.12



0.53



0.90



0.55



7.64



4.70



1.02



0.48



1.27



0.90



16.53



124.18



22.04



3.68



1.64



16.04



RSD(%)



21.20



1.65



0.32



0.62



23.09



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



37.439



34.098



-2.852



75.798



1.271



0.023



6183.793



11.098



2.781



331.544



113.201



1934.333



1.625



1.704



6058.031



2152.785



1036.300



2208.355



0.122



0.050



0.493



39.038



0.199



1.665



Conc



0.704



69.202



5908.345



69.428



1.829



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2
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1



1



1
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1
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Tune



1
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1
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ISTDMass
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Ca



Ti
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Cr
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Fe



Pb



Pb
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K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 0:32



Sample Name mp18043-sd1



Sample Type Sample



File Name 097SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.0



91.9



93.0



94.0



97.1



Det



Pulse



Pulse



Pulse



Pulse



100.6



96.1



99.2



97.8



98.3



99.0



93.0



103.9



94.4



94.3



100.6



101.8



0.81



0.13



0.31



1.15



ISTD Recovery%



93.8



90.1



89.9



90.0



90.6



0.68



0.50



0.36



1.09



1.25



0.73



2.11



1.59



1.05



0.38



0.52



0.72



239,665.58



2,567,860.80



4,495,324.82



RSD(%)



1.42



0.92



1.41



2.01



1.45



1.11



1,040,986.82



3,539,926.11



357,926.44



2,462,084.48



229,153.67



156,343.54



574,616.41



3,635,084.32



160,328.32



101,103.71



152,080.20



2,572,369.20



CPS



1,087,844.06



2,632,205.07



546,778.79



755,889.81



3,927,832.96



3,974,175.22



6,508,345.32



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh
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Ge



Ge



Rh
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Tb



Ge



Rh
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2
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3
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2
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2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.894E-01



1.546E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.616E+00



1.168E+00



2.288E+00



4.672E-01



1.800E-01



7.870E-02



8.390E-01



4.676E-02



1.530E+00



1.156E+01



2.487E+00



1.122E+02



1.602E-01



7.299E-01



4.299E+01



1.160E+01



2.598E+00



9.148E+00



2.216E-01



1.489E-01



1.065E-01



6.636E-02



5.048E-01



1.820E-01



Ratio



1.861E-01



1.966E-01



1.596E+00



8.885E-01



9.385E-02



348,515.49



71,162.27



27,413.24



78,151.78



188,058.82



41,283.75



233,092.27



1,760,587.85



378,828.47



17,083,115.43



703,018.52



177,846.69



6,547,275.43



1,766,188.54



395,718.52



1,393,305.46



127,782.53



7,121.61



683,716.99



425,986.33



1,781,017.01



642,183.32



565,105.02



2,575,473.69



0.73



0.47



CPS



199,146.96



210,405.46



4,086,215.15



3,371,322.35



356,117.74



857,119.91



575,987.67



0.24



0.52



0.47



0.45



0.42



1.02



1.82



1.83



0.77



0.80



0.54



0.78



1.59



1.21



1.26



0.34



0.39



0.70



0.64



0.94



1.18



1.69



1.57



1.47



RSD(%)



1.65



0.92



0.71



0.66



0.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.375



349.304



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



109.930



104.202



71.006



105.701



73.150



72.602



10318.106



76.814



76.761



449.146



180.909



5279.824



80.317



81.073



10740.803



5978.076



3832.545



5871.769



74.449



79.603



71.280



107.430



78.718



80.832



Conc



71.170



106.357



9723.113



149.730



81.134
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2



2



2



3
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2



2



2



2
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2



2
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:57



Sample Name jc97373-2



Sample Type Sample



File Name 102SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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172,322.86



47,984.53



202.00



583.21



3,328.18



4,317.30



425,039.42



2,388,754.21



139,638.92



45,411.51
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VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:02



Sample Name jc97373-2f



Sample Type Sample



File Name 103SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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110,314.92



315,347.26



402,604.83



221,731.29



34,972,505.28



646,481.82



171,457.82



6,439,961.83



2,980,820.64



1,066,082.56



2,412,101.85



134,733.65



9,590.64



898,725.82



365,082.95



2,344,491.37



813,673.14



711,121.19



3,258,765.35
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273,642.00



397,692.87



4,267,815.87



2,390,308.04



459,882.90
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0.21
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0.85



1.17



1.41



1.00



2.50



0.13



0.20



0.90



0.42



0.87
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1.05



0.44



0.33



1.05
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48.743
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5157.833



49.043



49.242



48.620



50.192



5125.660



50.215



50.970



5008.267



4783.552



4897.280



4837.198



49.765
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46.917
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50.889
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52.018



51.348



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 1:07



Sample Name CCVA



Sample Type CCV



File Name 104_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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97.5



Det
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95.1
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97.8



98.4
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91.7



102.4



94.3



92.1



100.8



102.2



1.22



0.04



0.71



0.61



ISTD Recovery%



93.0



90.7



89.7



91.4



89.3



0.64



0.61



0.24



0.92



0.33



1.50



0.65



1.67



2.53



0.54



0.81



0.75



236,947.81



2,520,495.18



4,514,604.96



RSD(%)



1.70



1.29



1.28



2.30



0.61



2.04



1,027,044.14



3,543,297.78



358,264.71



2,395,875.67



235,210.28



156,501.61



573,688.91



3,551,412.13



160,634.53



101,482.75



152,635.04



2,546,639.00
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1,077,768.18



2,647,303.19



545,903.62



767,488.58



3,871,613.80
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Pulse



6.241E-04



1.207E-03



1.366E-05



1.998E-03



4.748E-03



7.064E-04



8.657E-02



1.444E-04



6.249E-04



6.670E-02



3.204E-03



2.067E-03



8.563E-02



1.131E-04



9.759E-04



2.417E-04



1.767E-05



2.169E-04



1.368E-04



Ratio



7.354E-05



1.806E-02



8.296E-03



1.817E-04



2.495E-04



320.01



761.14



113.34



13,869.35



99.96



10,689.06



513.35



331.12



13,723.55



193.34



2.22



1,546.81



113.34



770.06



486.70



513.37



2,223.53



CPS



81.33



19,972.18



21,745.03



706.71



970.08



436.70



3,773.97



45.23



-54.96



173.21



18.09



-222.83



154.21



11.11



21.77



7.12



10.34



6.29



34.93



-77.34



17.72



2.05



14.00



49.41



24.37



24.60



RSD(%)



17.92
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0.579
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-7.950
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VIS Fit Point to Point



Tune Step
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 1:12



Sample Name CCB



Sample Type CCB



File Name 105_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse



Pulse



Pulse



94.4



92.6



92.6



94.1



96.4



Det



Pulse



Pulse



Pulse



Pulse



100.3



95.7



98.2



96.0



96.4



96.5



90.5



102.1



91.9



92.3



100.6



100.6



0.63



0.38



0.39



0.42



ISTD Recovery%



95.4



89.8



88.4



89.2



89.7



0.34



0.93



0.83



0.50



0.72



0.53



1.38



1.66



2.04



1.37



0.85



0.48



238,667.14



2,570,342.88



4,463,181.63



RSD(%)



0.76



0.53



1.08



1.63



0.75



1.23



1,030,906.46



3,475,338.19



351,094.63



2,401,889.63



232,784.48



157,581.39



559,405.59



3,560,104.63



160,257.68



99,905.75



151,693.78



2,561,781.01



CPS



1,106,050.15



2,621,401.94



537,868.15



749,031.84



3,890,735.67



3,866,812.56



6,395,245.95
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5.00
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1.00
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Time(sec)
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Pulse



Pulse



Pulse
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Det



1.453E-03



9.694E-05



3.338E-03



1.807E-04



1.281E-05



Ratio



535.57



29.00



13.23



1,497.87



23.13



CPS



8.15



5.83



-10.53



25.28



211.31



RSD(%)
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Units
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0.10
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0.10
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Pulse



Pulse
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1.063E-03



2.478E-03



4.078E-02



3.824E-02



4.333E-04



5.483E-06



2.045E-02



2.513E-04



7.710E-03



1.541E-02



7.657E-03



1.381E-01



1.252E-04



6.328E-04



1.255E-01



4.468E-02



5.352E-03



8.879E-02



1.090E-04



1.306E-03



2.977E-04



6.345E-04



8.531E-05



1.962E-04



Ratio



4.401E-05



6.390E-02



4.476E-02



5.108E-03



1.858E-04



6,306.84



5,915.59



67.00



5.49



1,192.28



2,383.53



1,184.50



21,367.32



164.39



383.34



19,409.09



6,910.40



827.81



13,733.55



3,162.56



38.89



1,910.20



4,070.72



300.02



690.05



440.02



2,226.83



CPS



48.00



69,843.02



115,331.97



19,792.83



720.05



420.03



5,024.35



18.47



17.20



-3.92



3.30



24.20



-154.51



2.63



21.22



12.13



6.09



6.13



0.70
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13.94



7.27



7.28



10.72



66.96



28.67
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6.07
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RSD(%)
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0.077



-1.738



7.011



0.145



-0.003



234.770



0.413



0.325



0.410



0.514



3.875



0.036



0.043



16.825



22.541



5.445



1.794
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:17



Sample Name jc97373-3



Sample Type Sample



File Name 106SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.143E-03



1.080E-02



1.694E-01



6.155E-02



4.175E-04



5.674E-06



9.982E-03



2.426E-04



9.561E-03



3.225E-02



1.309E-02



6.788E-01



1.308E-04



6.450E-04



2.473E-01



1.194E-02



8.896E-03



9.916E-02



6.861E-05



8.803E-04



1.405E-04



5.643E-04



4.228E-05



1.671E-04



Ratio



6.881E-05



1.593E-02



2.464E-02



5.777E-03



6.490E-05



25,551.09



9,283.84



63.00



5.52



1,442.31



4,865.23



1,974.59



102,397.62



323.07



1,628.99



37,299.38



1,801.23



1,342.30



14,956.82



1,505.64



36.67



893.40



3,590.59



146.68



580.04



453.37



2,236.84



CPS



76.00



17,596.17



62,240.31



21,899.21



246.68



260.01



3,340.49



20.91



7.13



4.88



2.91



13.17



-228.10



3.41



39.13



11.71



6.44



6.56



1.61



7.60



10.85



5.18



2.99



14.59



18.73



26.54



16.84



8.50



5.42



23.26



34.04



RSD(%)



16.19



3.79



1.58



3.24



36.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.045



0.821



2.425



12.374



0.138



-0.003



105.868



0.399



0.417



1.064



0.909



29.340



0.039



0.044



47.293



5.663



10.675



8.513



0.022



0.149



0.053



0.905



0.005



0.049



Conc



0.014



7.530



84.403



0.957



0.042



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:52



Sample Name jc97382-3



Sample Type Sample



File Name 113SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.0



105.1



105.3



96.4



99.1



Det



Pulse



Pulse



Pulse



Pulse



97.8



92.7



92.8



93.2



94.3



93.5



88.9



101.6



90.9



89.9



94.6



99.2



1.28



1.39



0.20



1.33



ISTD Recovery%



95.3



86.5



90.6



90.1



87.4



0.20



0.56



0.18



0.53



0.26



1.06



1.12



1.46



1.31



0.73



0.27



0.78



271,341.16



2,634,814.34



4,590,122.73



RSD(%)



0.34



0.67



1.46



1.75



1.86



1.84



974,135.85



3,376,029.87



343,614.85



2,326,952.27



234,135.69



178,853.67



553,280.56



3,466,287.14



150,843.92



98,539.49



147,873.53



2,481,624.27



CPS



1,104,353.14



2,525,595.48



551,223.86



756,613.50



3,789,454.42



3,797,154.65



6,361,313.03



Tb
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Ho



Bi
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Ge



Ge



Rh
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Ge



Ge



Rh
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Tb



Ge



Rh



In



Tb



Ho



Bi
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3



3
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3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



35.00Pulse2.801E-057.6030.97ug/l0.0193Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.825E-04



1.191E-03



2.124E-05



2.779E-03



4.537E-03



6.315E-04



5.816E-02



3.605E-05



1.787E-04



7.451E-02



1.654E-03



1.640E-03



8.176E-02



3.349E-05



6.561E-04



4.721E-05



1.246E-05



1.515E-05



5.228E-05



Ratio



2.820E-05



1.123E-02



7.804E-03



1.515E-04



1.703E-05



435.57



711.14



98.89



9,118.20



44.42



11,679.71



258.89



256.67



12,816.14



186.67



3.33



303.35



80.01



53.33



183.35



126.67



626.71



CPS



30.67



12,215.76



20,319.79



590.03



66.67



130.01



2,533.65



255.95



-59.47



100.70



11.57



-85.42



259.01



28.48



-48.60



-7.23



13.21



47.56



-2363.33



-67.91



66.08



66.65



-77.01



21.66



54.56



-396.49



RSD(%)



-156.38



3.13



-11.52



51.55



771.65



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



-1.212



0.017



0.038



-0.006



0.001



0.054



-0.004



-0.004



2.035



0.179



-0.018



-1.381



0.005



0.014



-0.005



0.006



0.001



-0.001



Conc



-0.001



2.477



-9.458



0.005



0.000



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1
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1
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V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 1:57



Sample Name rinseconf



Sample Type Sample



File Name 114SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:25 PM on:11/4/2019



Raw Data MA47746    page 320 of 328



Inst QC: MA47746



430 of 595



JC97382



7
7.1











Quantitation Report



3



30.30



0.30Pulse
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-0.59ug/l
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3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.9



90.7



90.9



93.4



95.6



Det



Pulse



Pulse



Pulse



Pulse



98.0



94.4



96.2



94.9



94.9



94.7



90.4



102.5



91.8



90.9



98.4



98.4



0.31



0.41



0.14



1.00



ISTD Recovery%



93.9



89.1



88.4



89.2



89.6



0.31



0.54



0.28



1.08



0.58



0.54



0.86



1.81



2.20



1.20



0.72



0.42



234,175.79



2,550,271.77



4,427,202.05



RSD(%)



0.56



1.91



1.51



1.77



2.23



2.05



1,009,306.63



3,437,395.28



345,724.72



2,356,721.23



229,019.48



154,256.97



558,761.65



3,507,334.84



156,784.07



97,764.66



148,153.42



2,527,792.33



CPS



1,088,051.64



2,603,053.76



537,937.66



748,906.89



3,885,180.15



3,863,863.96



6,420,086.98



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh
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Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



8.883E-04



2.135E-05



5.218E-03



1.297E-04



2.191E-06



Ratio



817.81



20.33



2.22



896.71



5.00



CPS



-609.21



279.30



-9.38



31.12



-28.72



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.002



0.002



-0.293



0.011



-0.003



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.000E+00



1.059E+00



2.945E+00



4.257E-01



2.356E-01



1.061E-01



8.364E-01



6.192E-02



1.967E+00



2.498E+00



1.374E+00



2.192E+02



2.025E-01



9.234E-01



4.044E+01



1.862E+01



6.673E+00



1.502E+01



2.978E-01



1.871E-01



1.403E-01



5.722E-02



6.625E-01



2.287E-01



Ratio



2.534E-01



3.645E-01



1.620E+00



6.183E-01



1.191E-01



477,227.43



68,989.87



38,179.71



108,489.28



318,721.08



404,783.40



222,679.50



35,523,968.59



648,147.59



171,579.97



6,553,421.41



3,017,050.99



1,081,408.92



2,434,260.74



135,534.52



10,034.24



882,507.07



359,883.95



2,274,648.56



785,002.44



695,307.54



3,170,058.44



CPS



273,679.19



393,732.74



4,259,493.37



2,360,742.36



454,727.06



1,138,949.04



715,381.34



0.33



0.27



0.44



1.28



0.96



0.54



1.10



0.73



0.57



0.22



0.44



0.95



0.93



0.53



0.52



0.08



0.12



0.73



0.61



0.63



1.17



1.13



0.46



1.02



RSD(%)



0.32



1.32



0.63



0.75



0.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



47.631



47.239



46.134



48.081



47.884



48.951



5143.130



50.862



49.336



48.456



49.966



5161.126



50.789



51.286



5052.033



4799.395



4924.225



4839.069



50.028



50.040



46.963



46.319



51.659



50.782



Conc



48.460



99.111



4935.640



52.092



51.475



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:02



Sample Name CCVA



Sample Type CCV



File Name 115_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



94.3



91.8



92.0



91.5



95.9



Det



Pulse



Pulse



Pulse



Pulse



100.6



94.1



97.4



96.5



97.0



94.4



89.5



100.4



91.5



89.0



101.7



100.9



0.91



0.34



0.72



0.53



ISTD Recovery%



93.2



90.1



89.4



89.7



88.1



0.33



0.33



0.12



0.42



0.53



0.87



1.33



1.72



2.37



0.16



0.96



0.55



237,041.03



2,498,539.14



4,440,425.93



RSD(%)



0.92



1.18



1.40



1.38



1.89



1.77



1,022,269.34



3,494,187.43



353,158.83



2,348,163.24



232,487.47



156,159.29



556,999.10



3,433,445.05



162,046.79



100,206.25



152,076.80



2,518,772.75



CPS



1,080,007.08



2,629,772.10



543,700.27



752,920.59



3,818,587.97



3,824,724.20



6,289,435.53



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.373E-01



1.813E-01



242,535.56



42,972.59



0.29



0.97



ug/l



ug/l



49.766



204.804



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.788E-04



1.222E-03



3.512E-05



2.157E-03



4.538E-03



6.884E-04



8.321E-02



9.394E-05



4.304E-04



6.945E-02



2.121E-03



1.587E-03



8.662E-02



8.465E-05



9.450E-04



2.166E-04



2.194E-05



1.504E-04



1.055E-04



Ratio



4.778E-05



1.442E-02



8.085E-03



1.537E-04



2.409E-04



341.12



717.80



108.89



13,163.51



59.97



10,985.89



335.56



251.12



13,702.39



193.34



5.56



1,383.47



140.01



523.38



366.68



326.69



1,496.76



CPS



53.33



16,061.18



21,274.46



593.38



933.40



326.69



3,653.91



109.76



-133.41



91.74



6.30



-181.89



33.17



11.79



28.63



10.21



5.79



31.97



-227.60



388.13



29.97



12.34



8.28



16.76



19.83



23.13



RSD(%)



103.09



1.27



-7.36



49.09



25.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



-1.021



0.029



0.023



-0.006



0.004



0.644



0.010



0.010



1.402



0.299



-0.057



0.195



0.014



0.092



0.052



0.013



0.011



0.011



Conc



0.003



3.350



-8.597



0.005



0.097



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:08



Sample Name CCB



Sample Type CCB



File Name 116_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse1.700E-03



2.617E-024,139.47



268.89160.93



-0.49ug/l



ug/l0.004



-1.1062



2Ni



Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.7



91.4



91.1



93.2



94.9



Det



Pulse



Pulse



Pulse



Pulse



99.3



94.7



96.6



94.2



94.3



94.0



90.4



101.9



90.8



90.2



99.3



99.8



0.29



0.17



0.42



0.48



ISTD Recovery%



96.1



90.1



88.9



90.1



89.2



0.69



0.51



0.10



0.60



0.65



0.50



1.76



1.69



0.93



0.24



0.31



0.19



234,795.89



2,546,493.79



4,396,608.30



RSD(%)



0.86



0.73



0.56



0.88



1.30



1.10



1,013,389.70



3,411,395.35



343,295.31



2,339,431.99



228,588.24



155,433.81



552,433.32



3,478,344.12



158,186.98



99,146.30



150,193.47



2,535,404.27



CPS



1,114,125.25



2,631,078.24



540,615.00



756,716.32



3,866,177.55



3,865,239.36



6,383,223.66



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.323E-03



9.738E-05



3.357E-03



1.370E-04



1.742E-05



Ratio



531.13



21.67



17.68



1,341.19



22.87



CPS



1.69



24.22



-5.33



52.89



87.00



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.089



0.088



-0.507



0.012



0.004



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.755E-03



8.808E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.244E-01



1.017E-01



4.302E-01



1.144E-01



1.242E-02



5.877E-05



8.641E-01



1.853E-01



1.607E+00



1.829E+00



1.245E+00



2.466E+02



5.249E-03



2.513E-02



1.130E+01



9.691E+00



2.660E+00



2.567E+00



1.567E-04



2.748E-03



6.977E-04



2.352E-02



6.231E-04



6.452E-03



Ratio



5.681E-04



3.952E-02



1.709E+00



4.068E-01



1.278E-02



67,916.15



18,062.36



1,959.79



57.09



3,647.15



190.53



253,635.63



288,721.22



196,565.61



38,925,882.90



35,426.68



16,060.21



1,783,027.43



1,529,809.66



419,932.39



405,274.51



136,398.67



29,251.61



4,470.84



150,690.67



2,136.92



22,127.39



17,995.14



86,182.51



2.50



23.29



CPS



612.02



42,593.61



4,535,026.81



1,519,043.88



47,702.41



590.04



10,347.28



0.49



1.04



1.25



2.77



1.20



19.43



0.80



0.46



0.51



0.31



0.49



1.26



3.27



2.15



0.63



0.63



0.50



0.52



14.14



4.06



3.13



3.78



0.68



1.00



RSD(%)



5.43



2.33



0.90



0.25



2.59



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.203



1.946



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.340



8.947



10.868



24.538



5.017



0.046



10627.290



304.420



80.596



70.911



90.552



11611.725



2.607



2.765



2811.588



4996.164



3924.432



1607.865



0.052



1.151



0.426



38.074



0.096



2.841



Conc



0.205



20.433



10418.867



68.544



11.033



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 2:13



Sample Name jc97469-1



Sample Type Sample



File Name 117SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
190



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
7.1
-20
-58



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



13.6



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-155.0
-60



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.80
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.689
0.754
0.753
0.749



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.762
0.729
0.730
0.759
0.721



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.00
206.00
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.00



23.95
24.95
25.95
59.00



9010
78298



123207
33825
30751
73464



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
11989
57768
7722



54987



454961



667259



192575



176311



419738



450623



661791



191404



175206



419133



Replicate 5



Count



73307



349224



46274



Replicate 4



Count



72631



349354



46253



5522254535



454410



665819



193014



174934



420176



451578



663512



190653



174567



417565



Replicate 3



Count



72308



348453



46334



659372



189550



173662



415601



Replicate 2



Count



72398



346886



45967



54704



206



207



208



Replicate 1



Count



72245



347282



45859



54505



448043



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



0.47
0.74
0.55
0.45



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



663550
191439
174936
418442



RSD%



(Actual)
0.60
0.32
0.46
0.56
0.63



115
206
207
208



Count 



(Mean)
72578



348240
46137
54791



451923



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\xa110119m1.b
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
7.2
-28
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



14.0



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-170.0
-75



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.80
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.685
0.761
0.727
0.753



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.750
0.756
0.729
0.759
0.735



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.00
206.00
206.95
207.95



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
8.95



23.95
24.95
25.95
58.95



8803
79440



126094
33838
30891
73296



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
11627
56582
7588



53570



458584



681964



193021



177446



419901



457252



683262



193867



178386



418633



Replicate 5



Count



71519



342575



45649



Replicate 4



Count



71037



343890



45384



5410253197



458534



679966



192910



178425



419328



454622



681757



192349



177122



418704



Replicate 3



Count



71025



343630



45476



676825



192998



177933



418365



Replicate 2



Count



70969



341821



45132



53069



206



207



208



Replicate 1



Count



70322



340160



44974



53126



454822



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



0.37
0.28
0.32
0.15



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



680755
193029
177862
418986



RSD%



(Actual)
0.60
0.44
0.60
0.81
0.42



115
206
207
208



Count 



(Mean)
70974



342415
45323
53413



456763



Mass



9
24
25
26
59
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Acq Mode Spectrum



Comment 0
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Acq Time 11/6/2019 10:09
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File Name 001CALB.d
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Method Path
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0.10
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100.0



100.0
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2.26



2.64



4.45



7.48



7.73



1.78



1.59



0.94



0.67



3.09



3.39



RSD(%)



1.81



1.28



3.23



1.88



1.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.095



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.117



5.114



5.206



5.869



5.242



4.958



53.463



4.874



5.006



5.142



5.061



5.786



5.063



5.089



10.269



5.989



5.970



8.086



5.180



5.138



5.464



5.113



5.044



5.058



Conc



5.052



4.970



16.186



5.148



5.058



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:29



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.2



100.3



101.1



100.9



101.0



Det



Pulse



Pulse



Pulse



Pulse



98.8



100.8



100.7



100.7



100.2



100.1



1.21



ISTD Recovery%



100.1



100.8



101.0



99.9



99.2



99.0



99.0



100.6



1.35



0.56



0.99



0.26



2.08



0.63



3.60



3.45



0.58



1.28



0.76



0.61



45,014.03



330,858.49



425,507.18



RSD(%)



1.76



2.21



2.57



3.56



3.53



3.00



1,579,319.70



527,454.92



1,620,996.74



156,647.33



963,846.35



91,024.96



3,151,659.07



4,075,655.46



398,407.04



2,388,276.52



133,852.15



96,734.75



CPS



2,982,508.11



3,136,449.74



736,074.57



3,449,824.32



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.856E-03308.682.00ug/l



Units



5.1333Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.178E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.934E+00



5.237E-01



1.362E+00



2.086E-01



9.730E-02



6.339E-02



3.389E-02



3.139E-02



9.334E-01



1.209E+00



6.648E-01



1.047E+00



9.803E-02



4.525E-01



2.978E-01



1.114E-01



4.375E-02



1.163E-01



1.642E-01



9.647E-02



7.630E-02



3.188E-02



3.213E-01



1.125E-01



Ratio



7.799E-02



7.761E-02



1.760E-02



3.047E-01



6.185E-02



182,169.01



27,893.97



13,009.52



33,082.94



61,484.68



124,796.71



161,681.99



88,885.56



140,028.17



258,577.21



70,019.16



39,818.29



14,890.24



5,849.08



15,554.34



4,530.80



4,196.25



312,273.47



130,513.01



765,627.43



268,126.32



233,623.70



1,078,412.57



1.85



CPS



230,680.66



229,467.93



54,802.35



1,048,601.52



212,798.88



517,939.11



304,254.45



1.14



0.84



1.06



1.24



1.71



0.94



4.88



2.54



2.37



1.02



0.82



1.60



1.65



1.48



0.44



1.16



2.47



6.01



1.13



0.58



2.35



1.63



1.57



1.78



RSD(%)



1.58



3.25



1.99



1.47



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



24.808



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.083



25.225



25.010



25.261



24.938



24.968



203.782



25.242



24.383



24.560



24.732



25.350



24.809



24.921



26.595



26.086



26.529



26.075



24.910



25.515



24.521



25.267



24.765



24.618



Conc



24.858



23.667



41.009



25.119



24.749



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:34



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



97.7



99.7



99.1



100.0



Det



Pulse



Pulse



Pulse



Pulse



98.7



99.3



98.7



99.6



99.6



99.4



0.49



ISTD Recovery%



99.3



100.0



99.8



99.7



99.3



99.5



99.6



100.4



1.15



1.42



0.92



0.83



0.77



0.58



4.43



3.60



0.34



0.96



0.57



0.49



44,400.88



324,876.53



421,044.27



RSD(%)



2.78



3.40



4.24



2.27



3.26



5.09



1,548,317.30



521,876.20



1,610,455.18



155,557.24



954,115.55



88,735.81



3,154,066.14



4,095,441.40



400,955.37



2,382,221.63



133,708.25



95,317.33



CPS



2,958,139.83



3,114,225.37



727,266.42



3,440,771.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.158E-021,402.081.02ug/l



Units



25.0463Se



Page 2 of 2 Printed at: 8:09 AM on:11/7/2019



Raw Data MA47766    page 12 of 125



Inst QC: MA47766



456 of 595



JC97382



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.398E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.935E+00



1.044E+00



2.761E+00



4.217E-01



1.977E-01



1.292E-01



6.955E-02



6.377E-02



1.911E+00



2.479E+00



1.360E+00



2.115E+00



2.015E-01



9.273E-01



5.320E-01



2.271E-01



8.516E-02



1.903E-01



3.397E-01



1.948E-01



1.564E-01



6.461E-02



6.633E-01



2.330E-01



Ratio



1.599E-01



1.571E-01



3.178E-02



6.103E-01



1.281E-01



369,410.81



56,433.16



26,455.45



66,851.70



124,154.97



255,799.22



331,696.41



182,015.27



283,094.19



526,684.72



139,764.68



71,190.54



30,396.09



11,396.98



25,466.61



9,308.80



8,534.95



644,439.30



266,258.36



1,590,350.97



558,599.50



483,041.73



2,222,930.35



0.66



CPS



474,491.73



466,293.30



99,243.29



2,124,713.30



445,813.68



1,072,365.45



615,154.22



1.38



0.94



1.39



1.51



0.51



1.60



3.99



1.25



0.22



0.58



0.34



0.47



1.86



1.47



1.30



0.82



1.70



3.34



0.99



1.34



0.74



2.02



3.11



2.59



RSD(%)



1.67



2.36



1.05



0.78



1.05



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.593



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.041



50.395



50.783



51.356



50.677



50.870



424.008



51.289



50.020



50.452



50.640



51.851



51.015



51.090



52.701



53.439



52.285



52.306



51.540



51.621



50.267



51.200



51.131



51.000



Conc



50.968



48.224



84.530



50.325



51.246



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:39



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



97.2



99.5



98.3



99.2



Det



Pulse



Pulse



Pulse



Pulse



98.8



99.7



99.8



98.8



99.1



100.0



0.44



ISTD Recovery%



99.6



100.3



100.9



100.9



99.4



100.2



100.9



101.0



0.83



1.06



0.96



1.60



1.89



0.61



3.16



2.80



1.20



1.22



1.07



2.39



44,288.36



322,502.08



418,011.81



RSD(%)



0.85



1.55



3.81



3.92



3.16



3.07



1,565,700.46



517,656.35



1,602,808.76



156,480.66



953,939.37



88,254.03



3,157,583.32



4,121,527.44



406,183.38



2,396,441.47



133,826.34



95,716.58



CPS



2,967,018.78



3,122,679.12



735,410.02



3,482,356.40



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.424E-022,842.327.80ug/l



Units



51.3573Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.725E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.667E+00



2.065E+00



5.421E+00



8.160E-01



3.887E-01



2.551E-01



1.370E-01



1.235E-01



3.745E+00



4.837E+00



2.674E+00



4.053E+00



3.915E-01



1.805E+00



9.601E-01



4.429E-01



1.603E-01



3.243E-01



6.540E-01



3.749E-01



3.047E-01



1.253E-01



1.291E+00



4.539E-01



Ratio



3.156E-01



3.057E-01



5.501E-02



1.200E+00



2.485E-01



713,672.59



107,427.72



51,175.68



131,261.93



243,186.41



493,100.19



636,868.81



352,057.64



533,542.10



1,009,420.57



271,855.75



126,388.13



58,303.24



21,098.18



42,695.12



18,029.72



16,255.24



1,268,712.30



521,742.05



3,168,051.83



1,114,337.80



961,275.17



4,431,867.98



0.89



CPS



931,572.62



902,281.91



170,667.40



4,155,874.52



860,337.62



2,101,090.02



1,204,205.53



0.86



0.49



0.35



0.37



1.06



1.44



0.58



1.21



2.23



1.74



0.52



0.75



1.85



1.57



0.27



1.01



2.43



0.27



0.43



0.29



0.47



0.64



1.56



2.05



RSD(%)



1.09



0.71



0.81



0.97



1.17



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.759



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.453



99.741



99.826



99.663



99.665



100.471



840.277



99.302



98.089



98.565



99.603



99.926



99.140



99.470



100.424



104.431



99.007



99.850



99.244



99.426



97.970



99.327



99.491



99.367



Conc



100.586



94.085



155.823



98.970



99.437



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:44



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



95.8



97.6



96.6



98.2



Det



Pulse



Pulse



Pulse



Pulse



97.2



98.6



98.4



98.3



99.6



99.1



1.30



ISTD Recovery%



99.1



99.7



101.5



100.3



101.1



101.2



103.8



103.4



1.20



1.07



1.06



0.99



0.28



0.55



4.29



4.78



0.82



0.90



0.90



1.20



43,472.37



316,974.62



413,601.03



RSD(%)



1.38



2.59



2.41



3.13



4.18



3.79



1,542,512.72



514,621.83



1,610,506.95



155,090.94



954,079.79



86,931.35



3,212,150.83



4,162,708.27



417,634.60



2,454,963.04



131,645.88



94,602.22



CPS



2,951,726.48



3,102,068.50



740,022.41



3,463,000.68



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.226E-015,331.085.65ug/l



Units



98.4033Se
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.094E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.297E-03



2.467E-03



9.120E-03



5.664E-03



1.938E-04



5.069E-05



8.288E-02



2.483E-05



3.497E-03



5.855E-03



1.044E-03



2.010E+01



1.155E-04



5.927E-04



4.543E+00



2.212E+00



8.030E-01



1.452E+00



7.925E-05



2.513E-03



2.321E-03



3.263E-05



4.422E-04



1.468E-04



Ratio



2.058E-05



6.612E-01



1.692E-01



4.421E-04



2.527E-04



1,223.40



760.03



26.00



26.32



1,606.79



468.90



785.59



140.00



2,696,555.03



308.28



331.12



609,316.23



296,702.42



107,712.41



194,758.44



11,116.78



3.33



9,310.34



130.01



1,036.76



343.35



270.02



1,383.42



2.44



CPS



60.00



1,926,937.43



518,336.01



1,490.14



853.40



246.68



7,856.07



19.04



49.88



15.19



13.45



9.93



36.35



2.89



0.60



143.15



56.84



600.82



0.90



89.33



29.03



1.41



0.91



0.90



0.28



25.15



3.39



1.78



58.80



14.13



29.88



RSD(%)



27.26



2.33



0.81



4.06



12.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.568



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.027



0.028



0.063



0.400



0.039



0.018



506.348



0.020



0.009



0.015



0.001



498.185



0.009



0.014



499.807



522.475



498.740



499.811



0.010



0.576



0.735



0.024



0.031



0.013



Conc



0.005



203.869



506.280



0.023



0.095



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:49



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.8



97.1



98.7



96.3



97.8



Det



Pulse



Pulse



Pulse



Pulse



99.0



99.9



98.6



99.1



99.2



99.4



2.60



ISTD Recovery%



97.8



98.4



99.6



97.6



98.4



97.4



98.3



98.7



0.60



0.46



0.52



2.34



1.55



2.81



6.46



4.76



0.60



0.96



0.18



0.56



43,942.71



315,995.79



411,920.91



RSD(%)



2.25



3.64



3.99



4.40



4.37



6.20



1,546,879.17



519,310.55



1,603,596.64



155,655.41



949,928.78



88,125.84



3,123,636.44



4,008,872.86



395,588.78



2,341,267.41



134,140.34



95,905.72



CPS



2,914,342.09



3,062,741.62



725,830.48



3,368,569.01



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.471E-0110,853.725.12ug/l



Units



198.6583Se
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.657E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.120E-03



2.730E-03



5.763E-02



7.980E-03



1.325E-04



2.314E-05



1.623E-01



5.725E-05



3.448E-03



6.182E-03



1.921E-03



3.941E+01



1.291E-04



5.003E-04



9.013E+00



4.362E+00



1.583E+00



2.889E+00



3.539E-05



2.132E-03



8.177E-04



3.038E-05



1.942E-04



1.176E-04



Ratio



9.899E-06



1.341E-02



3.272E-01



4.246E-04



1.151E-04



7,832.32



1,084.50



18.00



12.09



1,393.43



468.90



840.04



261.12



5,356,662.15



560.00



371.12



1,224,978.49



592,798.68



215,076.96



392,690.40



22,057.58



7.78



3,323.89



123.34



443.36



270.01



296.68



1,150.07



1.82



CPS



29.33



39,841.03



1,011,205.64



1,430.14



390.02



110.00



6,661.99



12.87



36.70



5.51



10.44



14.72



102.85



2.84



108.15



203.46



33.51



31.25



2.33



19.16



27.67



1.40



1.70



1.58



0.91



116.50



4.28



9.31



52.04



21.43



30.60



RSD(%)



84.85



3.06



0.57



19.05



33.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.475



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.051



0.040



0.957



0.684



0.023



0.008



996.706



0.046



0.007



0.022



0.033



977.321



0.012



0.009



998.182



1030.504



983.537



1009.669



0.003



0.475



0.252



0.022



0.012



0.007



Conc



0.002



3.843



991.304



0.021



0.039



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:54



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



99.9



101.5



98.6



99.5



Det



Pulse



Pulse



Pulse



Pulse



100.3



102.5



100.9



100.1



101.8



102.1



0.56



ISTD Recovery%



99.8



99.3



101.2



97.8



98.4



98.6



99.2



96.7



0.57



0.90



0.72



1.22



0.31



0.97



3.11



4.16



0.51



0.88



0.31



0.67



45,183.38



323,357.48



419,103.72



RSD(%)



0.84



2.71



3.08



3.65



3.86



3.08



1,581,908.24



524,377.19



1,645,696.98



159,830.82



961,521.25



90,704.24



3,124,595.90



4,058,213.79



399,242.32



2,294,408.40



135,913.12



98,369.79



CPS



2,971,674.82



3,089,751.10



737,770.12



3,377,428.59



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse4.829E-0121,817.544.82ug/l



Units



388.6083Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



102.3



102.1



100.9



RSD(%)



8.05



11.64



9.37



CPS



3,046,167.51



3,178,368.91



735,623.45



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.503E-03



6.611E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.741E-02



5.766E-03



1.696E-02



7.647E-03



2.107E-04



1.218E-05



8.099E-01



1.534E-05



3.624E-03



6.737E-03



3.220E-03



2.015E+02



1.179E-04



4.739E-04



4.418E+01



2.163E+01



7.937E+00



1.442E+01



2.957E-05



2.208E-03



5.103E-04



4.505E-05



9.532E-05



1.194E-04



Ratio



3.921E-06



8.399E-03



1.597E+00



8.504E-04



6.077E-05



2,440.25



1,098.95



30.33



6.56



1,350.09



30.67



521.13



970.05



463.35



28,983,447.74



2,504.24



830.04



6,355,048.64



3,111,629.81



1,141,766.38



2,074,204.78



116,525.99



2.22



2,070.25



186.68



213.34



266.68



266.68



1,063.40



5.02



48.11



CPS



12.00



25,481.32



5,029,080.86



2,823.75



206.68



93.33



6,868.72



1.11



6.34



7.10



20.07



7.14



75.88



1.14



86.63



33.21



34.47



8.08



2.94



3.93



44.80



1.64



1.41



1.64



2.20



34.06



12.54



17.82



10.63



55.37



100.35



RSD(%)



513.57



9.29



12.84



21.02



25.15



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.443



0.143



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.223



0.187



0.208



0.643



0.043



0.003



4996.288



0.012



0.012



0.033



0.082



4998.903



0.009



0.007



4918.134



5110.959



4935.400



5099.413



0.002



0.495



0.153



0.034



0.005



0.007



Conc



0.000



2.296



4888.886



0.056



0.018



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:59



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



99.2



103.1



104.1



98.7



100.9



Pulse



106.2



105.1



101.7



103.0



102.9



103.2



0.45



97.3



98.7



99.8



100.2



95.3



0.62



0.73



0.70



1.12



0.81



1.12



12.13



10.57



1.83



0.26



0.87



0.88



46,359.45



323,593.15



424,882.43



11.69



12.66



14.23



1,595,368.79



539,458.53



1,664,320.42



161,569.29



953,965.28



93,630.01



3,135,364.59



4,105,935.67



403,385.01



2,261,783.61



143,886.13



100,869.88



3,358,772.24



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



103.2



RSD(%)



2.26



CPS



3,073,863.63



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.456E-03



5.291E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.338E-02



9.580E-03



1.116E-02



8.162E-03



2.825E-04



1.443E-05



1.620E+00



1.531E-05



3.707E-03



9.681E-03



4.726E-03



4.040E+02



1.263E-04



5.441E-04



9.052E+01



4.206E+01



1.581E+01



2.858E+01



2.810E-05



1.083E-03



4.183E-04



3.221E-05



9.505E-05



1.333E-04



Ratio



5.652E-06



6.183E-03



3.381E+00



1.303E-03



8.114E-05



1,605.67



1,173.40



40.67



7.71



778.92



24.00



533.35



1,391.20



680.03



58,113,819.91



4,802.94



1,377.87



13,021,761.42



6,051,360.59



2,273,671.37



4,110,826.78



233,100.37



2.22



1,683.51



130.01



210.01



293.35



280.02



1,200.08



1.75



199.42



CPS



17.33



19,010.92



10,858,849.42



4,327.55



270.01



86.67



3,343.90



1.96



5.23



9.64



13.24



9.68



35.99



1.60



86.61



13.77



27.22



5.84



2.50



80.52



25.99



2.96



1.57



2.08



1.92



33.03



5.26



8.38



28.05



72.41



101.12



RSD(%)



39.27



1.95



2.31



4.34



8.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.222



0.037



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.431



0.371



0.101



0.706



0.062



0.004



10000.955



0.012



0.014



0.093



0.138



10023.670



0.012



0.011



10085.139



9940.038



9829.235



10120.862



0.002



0.197



0.123



0.024



0.005



0.010



Conc



0.001



1.612



10362.080



0.094



0.026



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:04



Sample Name STDJ



Sample Type CalStd



File Name 012CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



102.8



101.9



97.5



99.4



Pulse



Pulse



Pulse



106.2



105.5



99.0



102.1



102.5



102.8



0.77



103.2



100.5



96.3



97.1



97.9



97.8



92.8



0.89



0.88



1.79



0.28



0.43



0.78



3.22



4.05



1.47



0.49



1.55



0.77



45,386.44



319,829.31



418,727.44



2.54



3.21



3.20



4.15



3.88



1,553,284.49



535,015.93



1,657,815.56



160,856.45



927,880.66



93,330.03



3,085,040.44



4,029,398.06



393,704.49



2,201,217.73



143,881.72



101,269.30



3,213,356.10



733,027.36



3,323,394.95



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.747E-04



2.715E-03



8.718E-03



1.087E-03



1.585E-05



3.475E-03



7.475E-03



1.018E-03



5.505E-02



8.404E-05



3.649E-04



6.573E-02



3.006E-03



1.654E-03



4.543E-02



1.565E-05



4.021E-04



1.815E-04



1.228E-05



6.740E-05



8.571E-05



Ratio



1.092E-05



4.862E-03



4.424E-03



1.912E-04



3.081E-05



1,230.63



490.02



1,054.50



143.34



7,764.50



38.87



382.23



9,272.04



423.35



233.34



6,407.12



153.34



2.22



740.05



50.00



160.01



203.35



200.01



866.72



CPS



33.33



14,823.71



14,277.96



666.71



106.67



50.00



1,296.79



82.72



54.64



17.07



43.93



173.21



28.28



5.18



-6262.17



2.99



284.62



89.76



14.10



19.66



46.11



15.58



299.62



105.59



27.97



20.28



8.70



-2274.73



RSD(%)



25.05



5.17



45.29



96.28



88.73



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.040



0.056



1.230



0.013



0.008



0.048



0.000



0.729



0.001



0.001



0.724



0.479



0.350



0.926



0.000



0.016



0.047



0.008



0.003



0.000



Conc



0.002



1.204



0.561



0.002



0.006



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:09



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



102.2



102.5



101.0



98.5



Det



Pulse



Pulse



Pulse



Pulse



104.1



103.3



102.4



101.7



100.1



100.6



0.42



ISTD Recovery%



102.4



103.7



102.2



101.2



101.3



98.5



99.0



100.2



1.63



1.62



1.66



0.71



1.08



0.47



3.96



4.13



1.79



0.68



0.83



1.95



45,645.95



331,393.13



414,857.82



RSD(%)



1.72



3.55



4.75



3.41



2.50



4.07



1,605,995.87



532,445.48



1,618,587.33



157,444.54



954,029.30



92,814.57



3,217,201.56



4,053,468.06



398,505.22



2,376,873.45



141,061.71



99,119.60



CPS



3,050,178.63



3,227,097.45



744,999.23



3,492,721.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



5.370E-04



5.259E-04



2.888E-03



4.724E-05



4.085E-06



Ratio



407.79



6.67



2.18



285.56



24.00



CPS



51.76



108.07



42.74



63.49



16847.62



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.027



0.034



0.060



0.001



0.000



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



104.0



104.1



103.7



RSD(%)



1.32



4.03



2.79



CPS



3,097,012.62



3,241,108.60



756,049.15



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.758E-01



3.307E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.402E+00



1.178E+00



3.077E+00



4.592E-01



2.333E-01



1.488E-01



9.477E-01



6.917E-02



2.234E+00



2.803E+00



1.562E+00



2.185E+02



2.295E-01



1.082E+00



4.923E+01



2.345E+01



8.710E+00



1.554E+01



3.863E-01



2.243E-01



1.960E-01



7.734E-02



8.234E-01



2.806E-01



Ratio



1.874E-01



3.892E-01



1.743E+00



7.359E-01



1.510E-01



436,371.78



65,138.13



33,095.11



79,391.38



147,151.93



14,843.47



316,827.97



397,517.46



221,536.67



30,984,629.88



624,386.42



167,096.41



6,984,037.50



3,326,368.27



1,235,449.46



2,204,384.98



134,428.29



9,811.36



803,633.45



317,134.91



1,881,079.14



641,232.33



524,336.73



2,471,614.74



1.77



5.07



CPS



580,468.15



1,205,505.51



5,649,091.16



2,521,773.14



517,878.54



1,215,624.98



706,038.87



2.79



2.57



2.80



1.83



3.01



1.82



2.35



2.02



3.42



2.78



3.00



3.17



1.50



1.37



2.46



2.50



2.86



1.66



1.41



1.71



1.61



1.60



1.16



2.05



RSD(%)



0.53



1.86



0.39



1.49



0.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



58.199



266.003



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



57.098



56.859



56.606



55.955



59.820



58.622



5847.242



55.629



58.471



57.061



58.160



5419.954



58.101



59.596



5481.668



5541.511



5416.560



5496.888



58.623



59.446



63.007



61.294



63.472



61.423



Conc



59.737



119.877



5335.925



60.684



60.446



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:21



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.0



101.0



100.8



97.3



98.3



Pulse



104.7



104.5



100.4



101.8



102.3



102.6



0.66



99.3



99.1



99.6



100.4



96.3



0.24



0.61



0.86



1.20



0.46



0.53



4.44



5.10



1.30



1.70



0.09



0.79



44,887.93



319,094.90



413,935.23



4.75



4.51



4.26



1,574,190.95



533,448.92



1,654,866.18



160,656.02



942,807.29



91,717.50



3,146,920.70



4,099,963.17



404,022.92



2,284,499.65



141,871.83



100,308.54



3,428,621.93



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-04



1.421E-03



6.768E-03



4.320E-03



1.360E-04



1.697E-03



3.255E-05



3.331E-03



6.349E-03



4.539E-04



5.417E-02



9.175E-05



4.647E-04



7.967E-02



3.262E-03



1.046E-01



4.881E-02



2.995E-04



2.140E-03



3.084E-04



2.487E-05



2.415E-04



1.281E-04



Ratio



1.658E-05



8.382E-03



5.772E-03



2.613E-04



1.273E-04



926.71



592.24



18.67



456.68



868.93



62.22



7,417.63



52.20



194.45



10,913.21



446.68



14,324.07



6,687.25



232.23



4.44



1,260.12



100.01



570.04



303.35



216.68



1,103.40



CPS



50.67



25,772.90



18,573.05



916.74



446.70



953.41



6,808.73



74.71



-40.27



40.23



20.58



66.18



27.27



44.69



170.38



57.36



-27.40



11.70



122.77



50.67



5.89



18.27



0.66



10.84



9.60



2.00



8.70



69.72



18.65



20.91



RSD(%)



57.52



1.72



6.90



4.87



8.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



-0.023



0.020



0.236



0.024



4.994



0.026



0.004



0.025



-0.021



0.707



0.003



0.007



2.278



0.539



64.351



2.126



0.043



0.477



0.088



0.018



0.016



0.009



Conc



0.004



2.291



4.697



0.008



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:26



Sample Name ICV



Sample Type ICV



File Name 015_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.2



101.4



102.3



101.1



98.9



Det



Pulse



Pulse



Pulse



Pulse



101.1



101.6



100.7



99.6



98.9



98.9



1.13



ISTD Recovery%



103.2



103.4



101.6



101.7



100.2



99.0



100.0



100.0



1.24



1.12



0.18



1.20



2.34



0.90



2.90



4.72



1.28



1.96



0.52



0.33



45,547.84



331,756.26



416,663.49



RSD(%)



2.15



2.51



4.15



3.63



4.49



5.16



1,579,746.15



521,812.39



1,599,223.86



154,788.23



935,271.66



92,057.52



3,182,525.17



4,075,479.73



402,351.36



2,372,532.78



136,997.87



97,480.27



CPS



3,074,954.04



3,218,226.62



740,950.98



3,510,331.20



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.510E-03



6.877E-04



3.869E-06



Ratio



2.01



1,310.09



31.33



CPS



6.51



122.71



-4209.24



RSD(%)



ug/l



ug/l



ug/l



Units



0.444



0.164



0.0002



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.440E-04



1.921E-03



5.691E-03



7.600E-04



8.112E-06



3.017E-03



6.989E-03



9.981E-04



3.457E-02



6.427E-05



3.236E-04



6.003E-02



1.524E-03



9.576E-04



4.411E-02



2.895E-05



4.012E-04



1.017E-04



1.073E-05



9.010E-05



8.192E-05



Ratio



1.293E-06



4.989E-03



4.046E-03



1.561E-04



5.574E-05



792.26



420.01



973.38



138.89



4,816.47



19.99



267.78



8,359.24



212.23



133.33



6,140.31



105.56



1.11



410.02



43.33



213.34



193.34



150.01



760.04



CPS



4.00



15,350.97



13,033.35



550.04



196.68



93.34



1,283.46



-332.45



1035.60



-3073.19



-141.31



173.21



-117.41



24.57



-487.45



14.58



-108.05



-146.39



122.27



17.17



-31.37



119.85



90.26



98.74



12.82



34.18



53.44



-346.77



RSD(%)



-61.77



6.93



-62.54



-302.17



28.59



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.001



0.000



-0.791



0.007



-0.004



0.038



-0.001



0.221



-0.004



-0.001



0.088



0.129



-0.082



0.460



0.002



0.016



0.021



0.007



0.004



-0.001



Conc



-0.001



1.244



-0.599



-0.001



0.016



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:31



Sample Name ICB



Sample Type ICB



File Name 016_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.3



102.0



101.1



99.4



97.2



Det



Pulse



Pulse



Pulse



Pulse



102.8



102.2



100.7



99.8



98.2



98.9



1.52



ISTD Recovery%



103.3



103.4



101.4



101.8



100.9



98.1



99.1



99.0



0.41



0.04



0.50



1.57



1.52



0.83



3.99



3.58



1.61



0.43



0.28



0.79



45,015.04



325,985.47



409,458.01



RSD(%)



1.53



2.31



3.24



3.04



2.60



3.60



1,579,110.15



522,781.66



1,587,338.10



154,747.45



936,191.98



92,635.57



3,203,527.39



4,036,844.84



398,994.68



2,349,501.27



139,253.08



98,121.99



CPS



3,077,735.14



3,219,946.73



739,157.88



3,514,654.53



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



4.612E-04



5.343E-04



2.570E-03



6.947E-05



1.471E-05



Ratio



357.79



9.67



7.74



241.12



24.00



CPS



57.61



244.99



54.85



78.91



190.49



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.011



0.041



0.021



0.007



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



105.2



105.0



104.1



RSD(%)



2.38



1.86



2.52



CPS



3,133,299.17



3,267,683.70



758,846.60



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.356E-01



2.460E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.790E+00



1.012E+00



2.655E+00



3.939E-01



1.883E-01



1.286E-01



8.545E-01



6.091E-02



1.887E+00



2.414E+00



1.324E+00



1.986E+02



2.021E-01



9.270E-01



4.404E+01



2.156E+01



7.880E+00



1.415E+01



3.269E-01



1.881E-01



1.563E-01



6.452E-02



6.710E-01



2.309E-01



Ratio



1.605E-01



3.264E-01



1.595E+00



6.377E-01



1.274E-01



372,530.05



55,259.75



26,411.00



67,141.19



122,986.17



11,019.19



264,775.71



338,652.40



185,741.01



27,855,319.45



531,654.65



141,984.60



6,178,283.37



3,025,194.39



1,105,520.06



1,984,781.87



119,874.34



8,546.07



646,586.28



267,025.48



1,565,487.32



538,591.40



471,315.57



2,162,160.35



0.45



3.36



CPS



502,915.08



1,022,709.09



5,212,919.40



2,191,425.12



437,869.83



1,047,597.15



603,078.97



0.51



0.39



1.04



0.84



0.84



0.45



0.43



2.98



1.51



0.98



0.07



1.57



1.32



1.32



0.28



0.39



0.73



0.82



1.90



1.07



0.94



1.13



2.72



1.87



RSD(%)



0.57



1.15



0.67



1.02



0.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.704



197.795



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.156



48.839



48.845



47.957



48.266



50.669



5271.573



48.989



49.387



49.133



49.296



4926.087



51.155



51.069



4903.221



5095.686



4900.368



5003.231



49.598



49.848



50.230



51.133



51.727



50.539



Conc



51.163



100.499



4882.684



52.588



50.990



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1
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1



1



1



1



1



1



1
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As
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V
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K



Ag



Sn
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Tl



Pb
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:36



Sample Name CCVA



Sample Type CCV



File Name 017_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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3
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3
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3



3



3



3
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3



3



3



3



3
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0.30
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0.10
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0.30



0.30
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Pulse



Pulse



Pulse



0.10
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0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.3



101.8



100.6



96.7



98.5



Pulse



103.5



102.5



99.1



99.6



101.3



101.5



0.97



99.6



100.9



100.6



102.4



98.3



0.36



0.64



0.24



0.52



1.58



0.11



4.91



3.51



0.98



1.04



0.79



0.67



44,802.11



317,261.76



414,958.27



3.05



2.72



5.40



1,554,632.40



521,912.45



1,637,746.71



158,931.14



935,778.29



92,435.43



3,205,288.45



4,138,940.67



412,070.97



2,332,541.42



140,283.17



98,390.69



3,436,273.91
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Bi
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2
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.817E-04



1.804E-03



6.292E-03



7.590E-04



8.121E-06



3.037E-03



7.356E-03



1.113E-03



4.722E-02



1.031E-04



4.417E-04



6.211E-02



2.077E-03



1.312E-03



4.465E-02



3.515E-05



5.835E-04



8.455E-04



8.942E-06



1.857E-04



1.278E-04



Ratio



1.211E-05



8.214E-03



3.840E-03



2.219E-04



1.672E-04



867.82



418.90



1,014.50



153.34



6,513.83



38.87



248.89



8,567.14



286.67



181.11



6,161.44



104.44



1.11



3,437.26



36.67



440.03



300.02



240.01



1,036.73



CPS



37.33



25,323.09



12,372.74



770.06



580.04



113.34



1,863.55



35.80



-2.69



21.04



-158.63



173.21



-106.25



14.66



250.30



1.57



182.27



71.32



37.14



16.00



64.81



100.78



67.47



23.69



10.68



113.94



38.24



35.99



RSD(%)



22.99



3.31



-48.34



41.87



16.16
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ug/l



ug/l
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ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



-0.004



0.011



-0.796



0.007



-0.003



0.046



0.003



0.535



0.006



0.005



0.320



0.259



0.138



0.651



0.003



0.064



0.260



0.005



0.012



0.009



Conc



0.003



2.239



-1.232



0.005



0.060
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:41



Sample Name CCB



Sample Type CCB



File Name 018_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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3



3



3
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Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.3



101.1



100.7



100.3



97.5



Det



Pulse



Pulse



Pulse



Pulse



101.8



102.2



99.8



98.6



98.2



97.8



1.02



ISTD Recovery%



103.5



103.4



102.0



100.8



100.5



98.6



99.1



99.3



1.19



1.51



1.37



0.99



0.33



0.74



4.63



4.99



1.45



1.72



1.12



1.46



44,818.77



328,839.54



410,896.38



RSD(%)



2.52



2.44



3.11



3.65



3.78



3.71



1,565,434.73



516,628.16



1,587,778.79



153,097.91



935,531.45



91,786.71



3,191,591.66



4,056,927.65



398,825.83



2,356,842.41



137,955.84



98,080.07



CPS



3,084,185.71



3,219,725.58



743,407.78



3,479,358.18



Tb
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Ge



Rh
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Ge



Rh
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3



3



3
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Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



8.277E-04



7.145E-04



2.441E-03



1.162E-04



1.448E-05



Ratio



336.68



16.00



7.55



427.79



32.00



CPS



8.01



103.17



131.27



46.25



139.25



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.089



0.186



0.005



0.019



0.004
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3
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3



3
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0.30
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0.30



0.30



0.30



0.30
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0.10
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Time(sec)



0.25



0.15



0.10



0.10
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.397E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.680E-02



2.136E-02



1.093E-01



4.160E-02



1.886E-03



1.369E-03



4.639E-02



1.287E-03



3.952E-02



5.296E-02



2.642E-02



1.056E+00



2.000E-03



9.174E-03



2.291E+00



1.105E+00



4.283E-02



7.523E-01



3.126E-03



1.896E-02



6.588E-03



1.272E-03



6.638E-03



2.266E-03



Ratio



1.525E-03



8.064E-02



8.583E-02



5.977E-02



2.558E-03



15,293.09



5,820.20



263.83



723.80



12,683.98



5,528.96



7,409.87



3,696.10



147,691.81



5,147.29



2,988.14



320,465.02



154,583.93



5,992.46



105,257.93



6,490.49



180.00



27,068.67



5,231.28



15,583.50



5,318.02



4,687.74



21,514.85



2.16



CPS



4,758.21



251,561.84



278,887.72



210,899.48



9,023.46



10,077.57



61,179.07



4.84



2.09



2.59



2.08



8.18



9.73



3.21



16.25



5.46



2.48



0.79



1.75



4.95



3.55



1.33



1.05



4.41



1.92



5.58



0.43



0.82



4.89



1.37



3.07



RSD(%)



3.61



2.73



1.15



0.21



4.93
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.978
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.475



0.941



1.910



4.802



0.473



0.537



281.026



1.035



0.953



0.976



0.946



25.558



0.486



0.487



248.743



260.869



25.961



251.671



0.472



4.943



2.107



1.006



0.509



0.477



Conc



0.485



24.603



250.407



4.917



1.017
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:46



Sample Name CRI



Sample Type LLCCV



File Name 019LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30
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0.30
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Pulse
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Time(sec)
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0.10
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.4



101.2



101.1



99.9



97.7



Det



Pulse



Pulse



Pulse



Pulse



103.3



102.9



100.5



101.0



99.3



98.6



0.43



ISTD Recovery%



104.8



104.4



103.9



102.2



101.6



99.8



100.6



98.9



0.89



0.62



0.41



0.98



0.85



0.92



5.64



5.41



0.53



0.79



0.18



1.48



44,987.12



327,522.24



411,686.40



RSD(%)



2.10



2.64



5.09



3.88



4.48



4.81



1,575,903.97



529,161.53



1,605,323.58



154,356.95



936,384.06



91,895.37



3,226,432.24



4,107,856.29



404,720.82



2,348,117.05



139,913.00



98,736.60



CPS



3,120,736.16



3,249,201.83



757,647.15



3,528,255.47



Tb
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3
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1
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1
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Tune
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1
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30.50Pulse1.067E-0348.001.55ug/l



Units
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.2



RSD(%)



2.19



CPS



2,955,565.24



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.091E+00



6.801E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.523E-02



1.882E-02



3.825E-02



1.086E-02



3.140E-04



2.746E-04



1.747E+01



2.325E+00



4.906E-03



1.944E-02



1.068E-02



3.741E+03



4.936E-04



2.251E-03



8.945E+02



4.214E+02



1.557E+02



2.962E+02



2.096E-04



7.199E+00



8.014E-04



3.424E-04



2.010E-04



5.837E-04



Ratio



9.905E-06



6.279E-03



3.384E+01



2.639E+01



5.790E+00



5,642.33



1,601.22



46.33



138.13



4,037,864.42



30.67



723.36



2,868.11



1,575.67



551,698,306.96



2,245.41



2,775.88



131,950,234.76



62,156,153.09



22,966,480.76



43,688,266.04



2,577,289.97



342,873.77



2,997.13



1,273.45



386.69



1,126.76



953.41



4,347.14



2.41



83.90



CPS



29.33



18,561.53



107,729,035.06



79,908,355.47



17,529,276.82



603.37



20,623,597.61



6.26



4.92



0.78



2.45



8.57



219.02



1.02



1.51



28.21



6.33



1.28



3.01



2.17



5.53



1.09



1.73



2.13



1.43



10.23



5.38



8.31



11.98



26.88



4.47



RSD(%)



29.29



2.61



1.97



3.43



4.34



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1709.496



0.158



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.195



0.818



0.600



1.036



0.070



0.107



107905.568



1869.666



0.046



0.292



0.360



92819.410



0.105



0.105



99717.850



99584.253



96844.691



105049.684



0.030



1910.681



0.246



0.269



0.013



0.109



Conc



0.002



1.642



103837.248



2176.709



2317.602
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Pb
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Al



K



Ag



Sn
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Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 12:08



Sample Name CCVA



Sample Type CCV



File Name 023_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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3



3



3



3
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3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



99.8



100.2



101.6



95.0



98.4



Pulse



99.7



101.6



99.2



99.3



102.0



102.5



0.48



101.7



103.8



107.7



107.8



103.3



0.69



1.08



0.60



0.38



0.89



0.66



8.07



7.23



0.54



0.18



1.66



0.81



45,218.94



311,555.06



414,517.07



5.56



7.14



9.50



1,556,343.79



520,227.40



1,649,607.71



160,404.17



959,770.69



90,933.21



3,297,789.80



4,431,305.35



433,891.52



2,451,651.94



135,083.37



97,561.62



3,509,078.70
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.382E-04



2.076E-03



7.914E-03



1.001E-03



4.324E-05



3.108E-03



7.746E-03



1.102E-03



9.314E-02



1.360E-04



5.333E-04



1.214E-01



6.195E-03



3.025E-03



5.073E-02



7.024E-05



8.312E-04



6.818E-04



1.888E-04



1.449E-04



1.546E-04



Ratio



8.074E-06



7.441E-03



4.115E-03



5.080E-04



3.460E-04



1,028.95



403.34



1,005.60



143.34



12,100.99



31.08



270.01



15,771.16



805.59



393.34



6,590.54



130.00



5.56



2,920.45



810.20



346.69



366.69



323.35



1,280.08



CPS



21.33



19,856.60



12,732.96



1,783.54



1,220.10



220.01



2,650.37



147.17



81.07



25.27



109.21



92.08



-608.45



24.60



167.44



2.95



57.55



39.98



4.87



10.71



9.16



13.32



60.45



27.73



23.17



169.90



39.17



72.40



RSD(%)



48.36



9.65



-467.11



32.15



18.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.009



0.041



0.699



0.035



-0.002



0.053



0.003



1.674



0.014



0.010



6.931



1.233



1.203



2.808



0.009



0.130



0.208



0.148



0.009



0.015



Conc



0.001



2.001



-0.387



0.028



0.132



2



2



2



2



2



2



2



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 12:13



Sample Name CCB



Sample Type CCB



File Name 024_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report
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3
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Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



97.6



100.6



100.0



98.5



97.3



Det



Pulse



Pulse



Pulse



Mix



95.9



101.1



97.7



96.8



98.3



99.2



0.78



ISTD Recovery%



90.0



100.6



101.7



104.1



101.5



106.8



102.5



101.8



0.49



1.81



1.74



0.83



1.38



0.71



11.69



9.87



1.82



2.60



0.81



1.65



44,514.51



323,100.72



409,713.98



RSD(%)



8.59



12.64



8.49



16.14



10.37



17.43



1,531,516.78



507,103.48



1,590,519.56



155,271.70



938,851.87



91,371.73



3,224,921.71



4,395,640.35



412,613.95



2,415,233.82



129,938.64



97,081.72



CPS



2,681,502.64



3,132,004.64



741,728.37



3,594,247.03
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Ge



Rh
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Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.030E-03



5.402E-04



2.495E-03



1.057E-04



7.913E-06



Ratio



324.45



13.67



4.01



521.13



24.00



CPS



31.76



224.28



417.51



64.29



255.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.132



0.046



0.012



0.016



0.002
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3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.585E-02



2.276E-04



Det



Pulse



Pulse



Pulse



Pulse



3.621E-02



1.159E-02



7.668E-01



1.837E-03



1.387E-02



1.339E-01



1.936E-02



1.069E-02



6.288E-02



6.644E-03



3.746E-04



1.309E-02



6.762E-04



1.461E-04



2.192E-04



1.724E-04



8.085E-04



2.552E-01



Ratio



2.727E-05



8.666E-03



1.331E-02



6.381E-03



4.517E-04



9.225E-05



2.064E-03



7.805E-04



1,767.24



17,065.17



3,293.78



29.00



47.78



1,667.91



4,615.28



1,477.55



97,731.99



234.19



1,980.15



32,531.95



2,468.03



1,362.33



8,015.72



846.71



6,758.67



3,407.24



2,947.12



360.02



536.70



420.03



CPS



74.67



23,615.72



42,920.65



22,729.90



1,610.17



303.35



1.49



3.04



26.72



2.72



4.90



19.69



10.33



3.03



37.99



8.05



2.35



33.91



12.95



48.59



9.66



1.71



10.16



5.38



5.34



29.98



4.04



3.92



6.13



29.84



ug/l



ug/l



RSD(%)



49.16



1.72



1.79



1.82



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.157



4.726



5.745



0.095



0.603



0.520



1.268



0.787



36.781



0.043



0.051



43.702



8.688



11.938



14.238



71.094



0.914



0.479



1.068



0.017



0.058



0.046



Conc



0.015



4.758



55.693



1.025



0.348



0.024
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2



2
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2
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FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/6/2019 12:03



Bkg File



Total Dilution 2.000



Operator Name Metals



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/6/2019 12:19



Sample Name jc97382-3 4



Sample Type Sample



File Name 025SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.2



95.9



102.6



101.4



97.8



98.0



103.3



94.1



96.1



96.9



92.5



97.9



0.46



0.72



ISTD Recovery%



91.5



103.6



103.3



103.2



103.1



106.0



106.5



1.15



1.89



0.98



0.48



0.69



0.89



3.81



3.75



4.18



0.66



0.85



1.11



RSD(%)



1.85



3.58



3.65



2.43



3.21



153,758.22



921,943.15



93,152.24



45,127.71



320,645.36



412,708.32



2,452,524.55



127,452.88



92,286.42



1,519,703.41



484,332.82



1,583,964.35



CPS



2,725,103.42



3,224,428.39



753,008.01



3,562,678.90



3,273,469.87



4,361,407.23



428,787.55
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Tune



1



1



1



1



1



3



3



3



ISTD Table



Ratio Det Time(sec) Rep



0.50



0.30



0.30



Pulse



Pulse



Pulse



1.503E-05



2.291E-03



1.843E-0383.33



7.25



1,110.06



73.99



8.30



47.90



ug/l



ug/l



ug/l2.190



0.009
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.650E-04



1.757E-03



1.047E-02



1.386E-02



1.884E-04



1.561E-03



2.764E-04



1.329E-02



1.810E-02



1.515E-03



1.568E-01



1.579E-04



7.619E-04



1.366E-01



5.204E-03



6.141E-03



4.670E-02



8.296E-05



1.535E-03



3.765E-04



3.929E-05



1.153E-04



1.787E-04



Ratio



6.427E-06



6.225E-03



5.278E-03



3.923E-04



3.421E-04



1,282.30



1,700.12



23.00



1,621.23



2,207.99



183.34



19,152.32



33.28



216.67



16,659.93



635.58



750.03



5,700.12



190.00



33.33



1,620.17



170.01



283.35



436.69



390.02



1,873.47



CPS



17.33



16,810.35



17,034.35



1,393.47



1,213.45



273.35



5,037.83



116.51



-101.61



9.29



4.04



24.16



37.80



29.53



14.18



15.47



71.68



10.32



69.04



8.65



18.66



18.92



11.10



122.76



24.48



5.83



17.54



59.70



4.83



60.53



RSD(%)



31.79



3.87



13.08



23.92



2.32



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



-0.013



0.176



2.808



0.075



8.318



0.445



0.531



0.529



0.037



6.509



0.039



0.046



17.247



1.997



6.283



2.758



0.021



0.633



0.219



0.058



0.012



0.040



Conc



0.002



3.251



6.366



0.037



0.261



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2
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V



Cr
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Fe
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Pb
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K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:24



Sample Name mp18043-mb1conf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30
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3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.0



104.0



102.7



98.0



99.4



Det



Pulse



Pulse



Pulse



Pulse



90.6



91.3



92.1



88.8



92.7



93.6



0.49



ISTD Recovery%



90.7



103.7



104.1



102.7



103.3



104.3



106.9



103.6



9.01



9.55



10.36



1.82



3.00



0.40



4.32



3.99



9.40



9.56



9.41



9.86



45,701.78



321,445.60



418,851.46



RSD(%)



1.61



2.75



3.89



4.06



4.11



2.32



1,445,094.35



464,929.21



1,498,484.42



146,461.40



875,282.33



94,459.12



3,279,089.05



4,293,450.04



430,071.26



2,458,912.88



122,782.98



87,654.37



CPS



2,701,321.28



3,228,686.30



758,572.49



3,544,878.07



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.174E-03



6.539E-04



5.908E-06



Ratio



2.93



1,003.39



30.00



CPS



15.16



94.48



368.84



RSD(%)



ug/l



ug/l



ug/l



Units



0.747



0.274



0.0012



2



3



Sn



Se



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.7



106.6



105.3



RSD(%)



1.65



2.78



3.66



CPS



2,671,616.41



3,318,054.43



767,468.40



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.864E-01



2.201E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.931E+00



7.744E-01



2.039E+00



2.795E-01



1.374E-01



9.252E-02



3.610E-01



4.587E-02



1.462E+00



1.857E+00



9.909E-01



8.321E+01



1.569E-01



7.253E-01



1.815E+01



8.712E+00



3.001E+00



5.618E+00



2.571E-01



1.501E-01



1.215E-01



4.764E-02



5.074E-01



1.816E-01



Ratio



1.252E-01



1.391E-01



6.508E-01



4.751E-01



9.893E-02



269,000.23



36,872.78



18,123.31



46,027.00



92,733.12



10,013.08



192,923.34



245,007.73



130,729.16



10,978,107.90



386,639.55



102,164.57



2,393,874.00



1,149,382.98



395,986.44



741,181.53



47,628.04



6,052.51



539,543.47



211,642.93



1,244,049.46



445,277.32



384,854.04



1,779,096.66



1.10



6.45



CPS



334,413.05



371,716.81



2,159,553.09



1,712,087.37



356,548.55



847,043.19



494,440.50



1.79



1.93



1.53



2.89



1.81



2.18



3.09



2.00



0.74



1.73



1.68



1.56



0.46



0.49



1.76



1.23



1.31



1.31



0.39



0.15



1.33



1.01



1.47



0.71



RSD(%)



1.66



2.55



0.30



1.43



1.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.605



353.760



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.023



74.690



74.961



67.886



70.427



72.882



4448.106



73.789



76.494



75.550



73.766



4128.262



79.438



79.911



4032.448



4117.038



3732.084



3955.019



78.025



79.483



78.074



75.509



78.230



79.491



Conc



79.794



85.332



3968.776



78.357



79.179



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:29



Sample Name mp18043-b1conf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.2



104.6



102.2



96.9



99.9



Pulse



97.4



98.7



97.1



95.0



100.2



101.7



0.91



104.4



103.7



108.0



110.2



103.3



0.36



0.28



0.61



1.16



0.21



0.44



3.54



4.33



0.46



0.95



0.75



0.15



45,502.13



317,667.13



420,605.89



3.59



3.79



3.78



1,523,124.84



497,466.78



1,620,377.78



159,154.87



925,408.44



94,975.63



3,294,834.45



4,442,828.06



443,431.53



2,452,528.35



131,935.94



94,707.44



3,602,969.74



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



87.6



RSD(%)



2.45



CPS



2,610,199.06



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.880E-01



2.154E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.530E+00



1.159E+00



2.308E+00



4.884E-01



1.397E-01



9.468E-02



8.676E-01



5.271E-02



1.552E+00



1.038E+01



2.538E+00



1.264E+02



1.677E-01



7.665E-01



4.673E+01



1.350E+01



3.689E+00



8.872E+00



2.473E-01



1.482E-01



1.189E-01



7.499E-02



5.243E-01



1.923E-01



Ratio



1.287E-01



1.769E-01



1.566E+00



9.443E-01



1.022E-01



297,234.39



62,900.82



17,995.80



46,361.87



92,049.76



9,941.69



199,851.80



1,336,792.03



326,941.30



16,273,314.91



583,463.43



149,335.48



6,018,336.71



1,739,415.17



475,210.99



1,142,693.15



111,743.50



6,789.52



523,815.08



330,454.17



1,269,003.47



465,495.79



405,816.79



1,855,373.37



0.61



6.17



CPS



335,872.51



461,792.40



5,067,652.22



3,254,085.48



352,007.02



812,817.95



487,142.66



0.69



0.32



0.68



1.98



0.50



1.37



0.95



3.14



0.35



1.44



1.08



2.31



1.17



0.69



1.88



1.26



1.29



0.74



1.41



0.65



0.10



0.75



0.73



0.47



RSD(%)



0.15



0.77



0.39



2.05



2.36



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.266



346.280



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



117.513



111.916



84.869



119.065



71.629



74.579



10704.351



84.791



81.177



423.194



189.087



6269.102



84.904



84.454



10405.776



6382.238



4587.717



6263.393



75.047



78.482



76.427



118.855



80.837



84.185



Conc



82.026



108.652



9589.043



155.755



81.764



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:34



Sample Name mp18043-s1



Sample Type Sample



File Name 028SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:16 AM on:11/7/2019



Raw Data MA47766    page 55 of 125



Inst QC: MA47766



499 of 595



JC97382



7
7.2











Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



104.9



103.7



95.0



98.1



Pulse



Pulse



Pulse



95.1



97.6



95.3



93.5



98.8



101.5



0.83



103.9



104.0



99.9



103.5



107.1



109.1



102.0



0.61



0.75



0.83



1.15



0.90



1.01



3.53



4.32



0.96



0.35



0.40



0.92



46,166.65



311,640.69



413,271.41



2.59



2.98



4.21



4.44



3.96



1,494,547.75



489,673.73



1,598,309.00



158,948.64



913,690.94



95,231.79



3,287,663.92



4,405,871.08



438,979.20



2,420,761.27



128,804.36



93,687.24



3,235,214.74



758,403.06



3,447,843.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



106.1



105.9



RSD(%)



1.72



2.44



3.97



CPS



2,660,156.29



3,302,566.20



771,863.53



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.967E-02



5.067E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.685E-01



2.495E-01



5.002E-01



1.151E-01



3.149E-02



2.048E-02



1.832E-01



1.127E-02



3.314E-01



2.206E+00



5.338E-01



2.523E+01



3.423E-02



1.575E-01



9.891E+00



2.828E+00



7.763E-01



1.915E+00



5.312E-02



3.157E-02



2.629E-02



1.593E-02



1.075E-01



3.956E-02



Ratio



2.729E-02



4.136E-02



3.390E-01



1.954E-01



2.110E-02



66,074.36



15,202.99



4,159.98



10,297.74



19,944.01



2,343.55



43,779.03



291,445.40



70,518.73



3,333,729.03



127,937.90



32,950.50



1,306,532.62



373,623.32



102,552.37



252,980.05



24,195.65



1,488.99



115,948.69



70,279.10



268,870.51



98,861.47



85,585.11



393,758.22



3.09



5.10



CPS



72,624.19



110,056.53



1,119,357.48



702,894.89



75,867.86



176,714.92



105,065.20



0.54



1.65



2.03



1.55



0.60



1.50



1.54



3.79



0.49



0.49



0.72



0.80



0.85



0.67



0.84



0.63



0.87



0.54



2.35



1.32



1.21



0.62



2.45



2.41



RSD(%)



2.53



2.50



1.10



1.04



2.28



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.957



404.228



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



125.602



119.679



91.161



138.046



80.643



80.663



11256.050



90.669



86.036



448.954



198.514



6255.129



86.497



86.608



10960.078



6680.966



4821.149



6640.983



80.593



82.902



84.399



126.236



82.884



86.431



Conc



86.982



124.748



10273.258



161.074



84.378



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 12:38



Sample Name mp18043-s1



Sample Type Sample



File Name 029SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.4



105.8



103.9



99.2



99.1



Pulse



97.5



100.2



98.7



96.0



99.7



100.7



0.65



104.2



104.8



107.2



109.3



105.4



0.36



1.82



1.78



0.75



1.07



0.39



5.09



4.41



1.08



0.49



0.79



0.93



46,271.45



325,220.92



417,238.73



4.25



4.76



3.85



1,548,369.66



502,692.47



1,611,790.04



157,694.78



946,597.25



96,064.22



3,328,843.23



4,410,796.50



439,802.04



2,500,693.14



132,103.48



96,203.45



3,596,176.72



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



88.4



RSD(%)



1.70



CPS



2,632,723.32



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.912E-01



2.146E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.545E+00



1.164E+00



2.326E+00



4.898E-01



1.399E-01



9.711E-02



8.662E-01



5.319E-02



1.558E+00



1.047E+01



2.551E+00



1.266E+02



1.674E-01



7.707E-01



4.750E+01



1.354E+01



3.719E+00



8.885E+00



2.510E-01



1.522E-01



1.214E-01



7.589E-02



5.246E-01



1.928E-01



Ratio



1.328E-01



1.836E-01



1.573E+00



9.511E-01



1.034E-01



307,232.46



64,688.08



18,471.42



47,744.73



93,979.76



10,019.08



205,832.61



1,382,521.82



336,918.48



16,717,180.45



600,239.76



153,761.38



6,273,903.64



1,788,633.82



491,212.53



1,173,445.51



114,414.61



7,021.89



544,032.22



340,206.25



1,282,046.80



471,133.19



409,353.41



1,884,770.54



1.22



6.14



CPS



349,508.10



483,204.69



5,286,017.63



3,357,277.76



365,150.49



833,259.18



505,322.86



0.30



1.45



0.26



1.16



0.32



1.48



0.75



4.67



0.41



0.58



0.71



0.58



0.75



0.13



2.46



0.55



0.70



0.61



3.10



0.84



1.71



1.77



2.46



2.21



RSD(%)



0.37



1.13



0.98



1.21



0.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



80.615



344.931



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



117.894



112.387



85.551



119.403



71.701



76.498



10687.837



85.553



81.533



426.792



190.029



6280.402



84.746



84.909



10577.861



6399.673



4624.541



6272.501



76.160



80.626



78.037



120.280



80.876



84.383



Conc



84.629



112.765



9628.249



156.880



82.796



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:44



Sample Name mp18043-s2



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.3



105.6



105.0



96.5



99.6



Pulse



Pulse



Pulse



97.5



99.2



96.4



93.9



99.3



101.0



0.41



107.9



107.9



102.3



104.5



108.9



110.4



103.1



1.10



1.00



0.97



0.83



1.71



0.59



3.58



4.95



1.38



0.15



1.20



1.16



46,722.94



316,656.53



419,581.03



2.82



2.42



3.77



3.24



4.22



1,511,051.36



491,591.87



1,605,862.33



158,041.50



916,263.02



95,895.38



3,319,316.26



4,480,876.18



444,427.90



2,445,774.91



132,076.95



95,211.92



3,360,134.74



786,321.44



3,530,581.10



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



88.6



106.6



106.8



RSD(%)



2.10



2.13



4.43



CPS



2,639,115.17



3,319,137.87



778,264.44



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.925E-02



4.944E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.587E-01



2.498E-01



5.074E-01



1.146E-01



3.121E-02



2.096E-02



1.808E-01



1.067E-02



3.276E-01



2.218E+00



5.290E-01



2.507E+01



3.455E-02



1.572E-01



9.878E+00



2.845E+00



7.862E-01



1.884E+00



5.225E-02



3.133E-02



2.655E-02



1.593E-02



1.079E-01



3.950E-02



Ratio



2.746E-02



4.112E-02



3.386E-01



1.954E-01



2.128E-02



66,060.90



14,921.57



4,063.62



10,399.42



19,473.31



2,274.88



42,642.11



288,776.93



68,873.17



3,263,605.98



124,810.93



32,514.04



1,286,043.35



370,326.09



102,339.16



245,210.26



23,535.54



1,388.98



115,587.09



69,314.08



266,935.45



97,712.83



85,417.47



388,646.99



0.50



3.85



CPS



72,482.26



108,509.22



1,123,718.27



702,400.28



76,484.33



175,812.39



105,404.38



1.47



2.72



1.83



3.43



1.79



2.30



0.43



10.33



1.75



2.18



1.60



2.22



1.60



0.56



0.72



2.06



3.77



1.61



1.25



2.65



1.38



1.01



2.68



1.85



RSD(%)



0.72



1.60



0.69



2.91



1.37



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.065



394.330



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



124.333



119.830



92.490



137.473



79.932



82.538



11108.935



85.821



85.030



451.408



196.743



6214.318



87.311



86.432



10946.317



6719.956



4882.641



6529.130



79.262



82.264



85.248



126.200



83.144



86.307



Conc



87.527



124.010



10260.486



161.073



85.115



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 12:49



Sample Name mp18043-s2



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.0



105.9



103.4



98.8



98.7



Pulse



96.1



99.2



98.8



94.7



99.0



99.9



1.09



104.1



106.0



105.8



108.3



104.2



0.18



0.45



0.18



1.06



1.79



1.10



4.84



3.63



0.61



0.96



0.87



0.91



46,011.74



323,894.01



415,642.80



2.28



4.48



2.71



1,548,989.91



496,197.08



1,601,618.93



156,320.55



933,357.36



96,111.46



3,366,044.32



4,352,808.89



435,752.39



2,472,648.09



130,192.24



95,217.45



3,593,161.51



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.825E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.580E+00



3.768E-01



2.262E-01



2.159E-01



2.377E-03



1.004E-04



5.014E-01



7.789E-03



6.326E-02



8.625E+00



1.521E+00



4.073E+01



3.017E-03



1.456E-02



2.951E+01



5.005E+00



4.534E-01



3.309E+00



8.255E-05



1.395E-03



3.740E-04



2.698E-02



9.532E-04



3.832E-03



Ratio



1.333E-03



4.235E-02



9.329E-01



4.438E-01



1.683E-03



30,010.88



28,651.09



315.34



50.38



916.71



8,394.86



1,144,460.61



201,825.38



5,405,200.34



209,668.16



50,003.74



3,915,240.68



664,073.15



60,160.15



439,009.95



66,530.51



1,033.39



1,656.85



119,603.72



2,316.97



9,337.18



7,335.77



35,434.40



5.05



CPS



3,544.50



112,676.64



3,133,814.33



1,575,178.36



5,978.26



276.68



4,681.00



0.45



0.68



2.36



0.63



7.09



28.41



2.30



4.03



2.47



1.50



0.97



0.85



6.03



1.81



0.82



0.56



1.17



0.53



5.15



3.78



3.36



1.56



7.97



1.78



RSD(%)



3.33



1.90



0.10



1.08



0.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.599



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



40.988



36.253



8.129



52.312



1.198



0.076



6181.734



12.529



3.150



351.640



113.271



2020.259



1.487



1.566



6565.898



2364.947



562.592



2316.718



0.021



0.559



0.218



42.768



0.142



1.640



Conc



0.847



25.560



5700.071



73.182



1.334



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:54



Sample Name jc97373-1



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.9



107.7



105.2



97.9



99.2



Det



Pulse



Pulse



Pulse



Pulse



97.9



100.8



97.9



95.9



99.6



101.3



0.63



ISTD Recovery%



89.4



107.9



107.2



102.9



105.6



107.7



109.6



102.6



0.64



1.54



0.45



0.46



0.96



0.59



4.47



4.68



0.82



0.81



0.58



0.71



46,844.46



321,035.91



417,863.31



RSD(%)



2.85



3.47



3.03



3.35



2.63



4.71



1,535,769.45



502,308.49



1,610,556.36



158,533.07



941,545.90



97,772.60



3,353,995.62



4,433,523.16



441,170.35



2,435,333.30



132,690.11



96,738.13



CPS



2,661,505.63



3,359,167.35



781,239.94



3,550,422.13



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse9.396E-0444.0025.66ug/l



Units



0.7353Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



91.9



110.0



109.7



RSD(%)



1.72



4.46



2.31



CPS



2,738,124.11



3,424,687.34



799,625.79



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.443E-01



2.437E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.884E+00



1.036E+00



2.712E+00



4.000E-01



1.945E-01



1.320E-01



8.559E-01



5.927E-02



1.940E+00



2.466E+00



1.326E+00



2.054E+02



2.012E-01



9.308E-01



4.457E+01



2.146E+01



7.588E+00



1.408E+01



3.263E-01



1.923E-01



1.593E-01



6.499E-02



6.645E-01



2.328E-01



Ratio



1.681E-01



3.495E-01



1.596E+00



6.475E-01



1.284E-01



366,469.55



54,052.66



26,286.12



65,888.98



121,986.25



11,198.02



262,237.49



333,329.43



179,189.59



27,764,669.45



524,840.42



139,965.50



6,023,670.59



2,900,946.62



1,025,489.30



1,902,346.59



115,676.13



8,009.08



707,021.06



288,460.18



1,647,547.06



577,133.30



498,872.90



2,307,707.53



1.53



6.60



CPS



460,352.91



956,905.34



5,464,340.02



2,330,042.46



462,109.73



1,103,190.64



649,903.19



1.21



1.46



1.90



1.87



1.06



1.37



0.54



2.30



0.51



1.24



0.89



1.76



1.85



1.51



0.53



0.49



0.77



1.08



1.16



1.94



1.58



0.71



2.95



2.30



RSD(%)



0.51



2.01



0.72



1.77



1.46



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.539



195.891



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.373



49.980



49.884



48.703



49.865



51.977



5280.331



47.667



50.776



50.205



49.362



5096.928



50.947



51.283



4962.185



5072.168



4718.403



4977.827



49.515



50.943



51.220



51.505



51.226



50.969



Conc



53.589



107.617



4884.844



53.393



51.385



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 12:59



Sample Name CCVA



Sample Type CCV



File Name 033_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



105.2



103.3



96.2



97.8



Pulse



99.8



101.5



98.3



95.3



99.2



100.8



0.93



104.3



106.4



107.9



110.3



104.5



0.65



0.90



0.26



1.20



1.74



1.03



4.93



4.53



1.45



0.90



0.77



0.09



45,988.20



315,379.69



411,829.78



3.81



3.27



4.81



1,540,967.82



499,277.63



1,604,597.78



157,851.62



928,439.76



95,543.82



3,380,369.00



4,439,375.45



444,074.59



2,480,233.40



135,154.48



97,410.77



3,600,353.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.587E-04



2.015E-03



6.390E-03



1.034E-03



1.711E-05



3.067E-03



7.545E-03



1.161E-03



4.833E-02



1.129E-04



5.109E-04



9.833E-02



2.170E-03



1.254E-03



4.507E-02



6.512E-05



5.366E-04



8.299E-04



1.016E-05



1.980E-04



1.392E-04



Ratio



8.358E-06



8.190E-03



3.758E-03



2.135E-04



1.665E-04



824.48



395.57



973.38



150.00



6,240.38



33.31



260.01



12,690.27



280.01



162.22



5,815.73



133.34



2.22



3,527.29



46.67



466.70



333.35



270.01



1,223.40



CPS



21.33



21,632.51



12,215.86



766.72



610.04



216.68



1,783.53



90.93



43.92



84.09



70.37



86.62



-267.86



29.78



55.28



7.47



80.57



61.09



3.31



3.87



144.96



57.37



67.85



84.92



35.96



70.99



58.66



52.48



RSD(%)



83.08



25.40



-229.60



129.19



22.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.006



0.013



0.900



0.014



-0.003



0.049



0.005



0.562



0.008



0.009



4.358



0.281



0.102



0.799



0.008



0.052



0.255



0.006



0.013



0.012



Conc



0.002



2.232



-1.482



0.004



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 13:04



Sample Name CCB



Sample Type CCB



File Name 034_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Pulse



Pulse



Pulse



95.3



104.1



101.4



97.3



96.7



Det



Pulse



Mix



Pulse



Mix



95.3



98.6



97.2



93.9



95.6



95.4



1.32



ISTD Recovery%



91.6



111.7



105.9



110.8



111.9



112.1



106.1



103.8



0.68



0.62



0.58



1.07



0.22



1.66



25.56



21.56



1.50



0.94



1.50



1.25



45,147.68



319,171.95



407,467.13



RSD(%)



21.04



32.98



20.10



31.70



33.47



34.10



1,524,491.68



491,942.76



1,546,248.10



149,311.61



916,828.92



94,546.13



3,554,043.06



4,610,999.10



427,080.83



2,464,058.04



129,074.96



94,648.12



CPS



2,727,217.00



3,476,044.38



771,815.47



3,823,481.19



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



7.348E-04



6.794E-04



2.463E-03



1.135E-04



3.121E-05



Ratio



317.79



14.67



15.36



361.12



30.67



CPS



31.98



65.97



295.26



33.60



13.53



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.069



0.158



0.008



0.018



0.011



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.032E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.234E-01



8.257E-02



6.205E-02



5.327E-02



6.835E-04



2.664E-05



1.082E-01



1.757E-03



1.669E-02



1.803E+00



3.133E-01



8.637E+00



6.664E-04



3.150E-03



6.221E+00



1.046E+00



9.855E-02



7.287E-01



5.495E-05



8.161E-04



4.878E-04



5.713E-03



4.966E-04



8.301E-04



Ratio



2.683E-04



1.308E-02



2.047E-01



9.213E-02



4.062E-04



7,925.72



6,803.99



87.33



12.84



496.68



2,132.42



230,406.65



40,034.57



1,103,451.59



41,319.98



10,548.59



794,724.76



133,626.23



12,590.33



93,091.74



13,819.22



224.45



2,110.26



24,690.85



1,203.45



2,010.25



1,616.83



7,637.89



12.59



CPS



713.37



34,792.30



663,591.33



322,282.91



1,423.46



180.01



2,670.39



0.67



4.03



3.71



3.22



2.58



61.14



1.24



2.69



8.74



1.20



1.17



0.66



5.54



3.85



0.54



0.62



1.32



0.74



24.97



1.41



10.18



2.21



6.23



9.58



RSD(%)



11.88



2.36



0.38



1.17



9.30



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.320



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.929



39.001



10.388



62.311



1.646



0.089



6624.996



14.131



3.546



366.793



116.371



2136.713



1.483



1.545



6868.862



2469.303



606.121



2432.726



0.063



1.259



1.455



45.261



0.356



1.628



Conc



0.844



37.407



6151.307



75.855



1.560



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:09



Sample Name jc97373-1



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.7



106.0



102.1



97.3



96.9



Det



Pulse



Pulse



Pulse



Pulse



94.3



96.6



95.7



91.9



94.9



96.1



0.32



ISTD Recovery%



89.4



104.2



103.2



101.3



103.0



105.1



105.5



102.2



0.94



0.72



0.53



0.51



0.91



0.45



4.42



3.24



0.86



0.98



0.37



0.63



45,475.46



319,150.38



408,324.95



RSD(%)



2.50



2.17



4.34



3.40



4.15



6.47



1,501,219.87



481,372.35



1,534,024.77



150,457.23



910,907.50



96,192.78



3,272,038.91



4,323,822.12



424,630.59



2,426,110.07



127,757.79



92,688.02



CPS



2,661,659.85



3,242,227.97



752,607.38



3,497,798.18



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.745E-0430.67172.31ug/l



Units



1.5373Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.596E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.170E-01



7.828E-02



5.599E-02



5.591E-02



6.051E-04



1.947E-05



1.056E-01



1.691E-03



1.618E-02



1.767E+00



3.074E-01



8.586E+00



7.086E-04



3.501E-03



6.141E+00



1.024E+00



9.457E-02



7.216E-01



4.224E-05



7.858E-04



3.090E-04



5.713E-03



4.386E-04



9.172E-04



Ratio



2.928E-04



1.217E-02



2.006E-01



9.075E-02



4.620E-04



7,250.89



7,240.88



78.33



9.51



468.90



2,095.74



228,840.63



39,807.29



1,111,840.72



41,044.73



10,137.17



795,227.34



132,594.61



12,246.62



93,447.56



13,675.76



218.90



1,330.14



24,660.78



1,083.42



2,263.64



1,750.20



8,644.88



13.07



CPS



789.37



32,787.37



662,398.17



320,967.08



1,633.50



140.01



2,593.69



0.37



0.96



2.74



2.85



18.90



44.99



1.52



14.48



3.40



0.97



1.93



1.63



3.65



2.58



0.69



0.50



1.74



1.22



33.37



2.12



11.68



1.15



5.28



2.07



RSD(%)



3.69



3.20



0.71



2.77



6.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.168



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.089



36.927



9.272



65.552



1.445



0.061



6466.754



13.600



3.412



359.396



114.151



2124.001



1.590



1.739



6779.804



2417.330



581.408



2407.694



0.044



1.178



0.880



45.258



0.311



1.819



Conc



0.923



34.620



6027.478



74.722



1.783



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:14



Sample Name mp18043-sd1



Sample Type Sample



File Name 036SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.1



104.9



103.0



96.8



97.7



Det



Pulse



Pulse



Pulse



Pulse



95.6



97.4



96.6



93.3



94.9



96.4



0.84



ISTD Recovery%



90.5



106.1



105.1



102.4



103.9



104.9



106.0



104.0



0.47



0.56



0.88



0.42



0.26



0.87



4.85



3.03



0.42



1.24



0.44



0.12



45,868.87



317,635.37



411,409.47



RSD(%)



2.29



3.00



4.33



2.03



3.82



4.35



1,515,223.03



488,604.75



1,534,885.46



150,937.01



914,411.28



95,196.26



3,300,188.39



4,316,923.79



426,719.13



2,468,802.57



129,496.57



93,500.44



CPS



2,694,558.86



3,301,891.51



765,900.92



3,535,421.82



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.832E-0431.3333.78ug/l



Units



1.6073Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.379E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.106E-02



2.502E-02



2.180E-02



1.375E-02



1.571E-04



1.115E-05



2.184E-02



3.084E-04



6.939E-03



3.372E-01



5.968E-02



1.645E+00



2.074E-04



9.868E-04



1.235E+00



1.936E-01



2.079E-02



1.707E-01



3.217E-05



4.113E-04



1.878E-04



1.016E-03



1.294E-04



2.589E-04



Ratio



5.360E-05



6.301E-03



4.209E-02



1.713E-02



1.378E-04



2,823.66



1,781.25



20.33



5.46



214.45



898.93



43,683.20



7,728.93



213,068.61



7,909.56



3,241.53



160,042.04



25,083.53



2,692.52



22,118.75



2,829.22



40.00



816.73



4,414.25



320.02



640.04



513.36



2,440.19



233.55



CPS



145.33



17,115.16



140,195.40



61,812.67



496.70



106.67



1,373.47



2.16



2.33



5.89



5.65



37.49



54.30



4.71



21.35



0.86



2.85



5.46



2.36



13.83



5.34



2.00



1.97



9.73



1.09



47.08



18.25



9.98



4.75



4.41



17.19



RSD(%)



19.97



1.13



1.54



2.51



10.66



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.327



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



39.482



55.903



14.841



69.551



1.481



0.140



6470.009



12.402



4.944



338.690



109.273



2008.825



1.603



1.766



6555.788



2276.208



612.707



2268.435



0.142



0.921



2.451



40.160



0.365



1.886



Conc



0.800



82.436



5808.322



69.986



2.429



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 50.000



Auto Dilution N/A



Total Dilution 50.000



Acq Time 11/6/2019 13:19



Sample Name mp18043-sd1



Sample Type Sample



File Name 037SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.7



104.2



101.7



97.7



96.3



Det



Pulse



Pulse



Pulse



Pulse



95.6



98.8



97.4



93.5



95.6



97.0



0.57



ISTD Recovery%



91.2



107.0



106.2



104.5



105.2



105.5



105.6



104.2



1.98



0.93



1.65



0.41



1.37



0.14



4.95



3.08



0.92



1.69



0.22



0.95



45,280.35



320,392.20



405,471.42



RSD(%)



1.99



2.50



3.63



4.88



4.09



3.15



1,526,920.11



489,546.94



1,546,476.47



151,815.04



910,552.81



94,588.39



3,340,528.13



4,341,689.94



425,093.03



2,471,920.69



129,557.74



94,795.97



CPS



2,716,212.94



3,330,703.28



774,054.86



3,606,202.65



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.757E-0426.00363.80ug/l



Units



3.7043Se
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



78.4



RSD(%)



15.98



CPS



2,336,322.89



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.948E-01



2.138E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.454E+00



1.141E+00



2.079E+00



4.055E-01



1.382E-01



9.441E-02



8.696E-01



4.615E-02



1.512E+00



1.137E+01



2.415E+00



1.075E+02



1.906E-01



8.750E-01



4.864E+01



1.371E+01



2.996E+00



8.676E+00



2.899E-01



1.775E-01



1.424E-01



8.646E-02



6.154E-01



2.201E-01



Ratio



1.510E-01



2.056E-01



1.823E+00



1.091E+00



1.192E-01



267,702.00



52,203.25



17,793.55



45,359.59



93,600.42



9,822.93



194,691.97



1,463,768.94



310,935.42



13,842,793.89



573,525.09



146,883.55



6,262,333.09



1,765,052.85



385,711.84



1,116,933.88



111,952.57



5,943.57



544,741.54



330,965.82



1,264,487.61



452,223.67



392,110.96



1,798,794.98



0.73



5.16



CPS



344,941.26



469,995.17



5,224,479.51



3,288,074.01



358,897.18



822,480.80



501,444.43



1.09



0.95



0.98



1.46



1.43



1.40



0.84



3.91



0.83



0.42



0.40



2.84



20.96



21.64



0.77



0.28



0.73



1.13



22.52



25.88



23.69



23.32



21.93



22.12



RSD(%)



20.74



20.13



24.99



22.94



23.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.150



343.697



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



115.553



110.119



76.445



98.743



70.850



74.368



10729.157



74.241



79.110



463.590



179.898



5333.773



96.518



96.415



10832.005



6478.903



3725.021



6124.288



87.992



94.048



91.533



137.032



94.876



96.355



Conc



96.240



126.349



11163.748



180.005



95.400



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 13:24



Sample Name mp18043-s3



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.4



105.4



103.2



94.1



98.5



Pulse



Pulse



Pulse



95.0



98.1



94.6



91.7



97.6



97.6



0.33



95.0



94.3



89.7



91.8



95.6



97.4



88.7



0.42



0.58



0.34



0.44



1.48



0.63



18.33



16.30



0.82



1.02



0.85



0.63



45,962.59



308,683.06



414,817.82



18.99



14.65



17.58



17.92



17.96



1,483,247.23



480,477.03



1,578,954.03



152,804.84



898,404.20



95,709.49



2,914,528.59



3,935,832.44



392,084.22



2,104,451.84



128,747.09



94,178.41



2,958,006.83



687,699.01



3,095,532.61



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1



Page 2 of 2 Printed at: 8:20 AM on:11/7/2019
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7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



105.7



105.2



RSD(%)



1.73



2.56



2.39



CPS



2,660,330.18



3,289,095.37



766,901.68



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.281E-02



5.296E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.003E+00



2.528E-01



4.721E-01



1.040E-01



3.248E-02



2.132E-02



1.921E-01



1.000E-02



3.365E-01



2.513E+00



5.309E-01



2.273E+01



3.506E-02



1.615E-01



1.083E+01



3.025E+00



6.718E-01



1.942E+00



5.325E-02



3.297E-02



2.833E-02



1.647E-02



1.125E-01



4.003E-02



Ratio



2.843E-02



4.228E-02



3.552E-01



2.026E-01



2.233E-02



60,838.20



13,402.20



4,186.32



10,452.35



20,991.14



2,428.24



43,370.05



323,811.30



68,420.58



2,929,083.49



129,205.43



32,584.13



1,395,293.03



389,922.21



86,575.10



250,310.37



24,758.84



1,288.96



122,073.49



70,919.45



274,336.70



97,619.42



85,537.80



393,995.03



2.59



8.93



CPS



75,623.60



112,457.17



1,168,373.50



718,972.20



79,233.77



179,112.52



110,825.73



1.17



1.02



1.67



0.23



0.42



2.37



1.21



4.07



1.66



0.86



0.55



1.18



2.00



1.10



0.48



0.82



0.97



0.73



3.33



0.99



1.17



1.40



0.94



1.91



RSD(%)



1.69



3.45



0.45



1.96



2.38



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



89.598



422.749



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



130.016



121.313



85.972



124.448



83.187



83.948



11809.042



80.429



87.378



511.443



197.435



5633.343



88.596



88.828



12003.552



7147.296



4171.135



6737.252



80.790



86.601



90.981



130.489



86.669



87.459



Conc



90.608



127.592



10770.969



167.008



89.325



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:29



Sample Name mp18043-s3



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.2



105.3



103.1



96.9



97.0



Pulse



95.1



98.1



97.0



93.6



96.0



97.0



0.18



102.8



105.8



104.7



107.0



102.8



0.65



0.91



1.17



0.50



1.99



0.49



3.03



4.92



0.54



0.82



0.35



0.14



45,900.21



317,863.31



408,427.34



4.45



2.72



3.73



1,520,798.73



490,312.61



1,552,753.65



151,862.08



915,854.31



95,623.57



3,361,468.75



4,307,723.27



430,462.65



2,439,980.22



128,875.80



94,131.44



3,549,975.78



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



86.8



RSD(%)



1.81



CPS



2,584,491.43



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.871E-01



2.138E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.336E+00



1.100E+00



2.023E+00



3.955E-01



1.325E-01



9.273E-02



8.334E-01



4.425E-02



1.455E+00



1.090E+01



2.312E+00



1.055E+02



1.627E-01



7.489E-01



4.696E+01



1.329E+01



2.939E+00



8.409E+00



2.482E-01



1.519E-01



1.223E-01



7.424E-02



5.222E-01



1.886E-01



Ratio



1.309E-01



1.824E-01



1.562E+00



9.379E-01



1.036E-01



264,730.46



51,739.40



17,321.61



45,665.94



92,153.17



9,761.55



190,478.50



1,425,550.95



302,502.19



13,797,826.95



567,288.99



143,924.23



6,145,139.89



1,739,458.72



384,599.58



1,100,348.43



109,059.47



5,787.96



536,333.48



325,645.46



1,252,597.95



452,582.56



390,464.33



1,797,048.93



5.23



6.56



CPS



338,441.93



471,517.79



5,139,700.34



3,250,472.76



359,188.05



812,844.99



497,404.80



6.95



6.76



6.49



7.26



8.69



5.37



6.69



8.06



6.38



7.40



7.30



7.24



0.83



0.80



6.43



6.84



6.60



6.85



1.05



1.64



1.40



0.39



2.25



1.76



RSD(%)



0.84



1.30



1.30



1.19



1.06



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.911



343.606



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



112.472



106.164



74.370



96.300



67.918



73.046



10282.784



71.177



76.134



444.334



172.233



5232.558



82.391



82.515



10456.285



6282.556



3654.422



5935.249



75.322



80.444



78.615



117.666



80.507



82.580



Conc



83.468



112.057



9559.375



154.705



82.930



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 13:34



Sample Name mp18043-s4



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.5



102.8



102.6



92.9



96.7



Pulse



Pulse



Pulse



96.8



98.3



97.1



94.2



99.7



101.5



0.66



105.7



105.1



100.4



103.1



106.6



108.6



101.1



5.22



4.90



4.33



1.32



1.56



1.08



3.50



4.57



5.95



4.14



4.81



4.56



45,696.15



304,594.08



407,304.46



1.62



3.36



4.65



3.58



3.75



1,522,857.37



493,217.06



1,611,974.80



158,829.71



918,032.91



93,369.68



3,274,169.56



4,386,240.87



437,040.20



2,399,425.17



131,202.57



94,339.11



3,290,785.89



766,493.38



3,466,628.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1



Page 2 of 2 Printed at: 8:20 AM on:11/7/2019



Raw Data MA47766    page 80 of 125



Inst QC: MA47766



524 of 595



JC97382



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



104.4



104.0



RSD(%)



3.61



3.08



3.11



CPS



2,658,725.96



3,251,112.35



757,853.24



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.010E-02



5.012E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.222E-01



2.361E-01



4.435E-01



1.016E-01



3.017E-02



1.984E-02



1.789E-01



9.345E-03



3.130E-01



2.327E+00



4.916E-01



2.097E+01



3.237E-02



1.498E-01



1.015E+01



2.826E+00



6.293E-01



1.829E+00



5.142E-02



3.192E-02



2.641E-02



1.524E-02



1.057E-01



3.746E-02



Ratio



2.635E-02



3.971E-02



3.356E-01



1.894E-01



2.062E-02



57,157.21



13,093.02



3,888.90



9,652.13



19,513.33



2,281.54



40,339.84



299,862.53



63,358.88



2,703,176.35



118,860.59



30,429.25



1,307,886.23



364,267.86



81,105.55



235,753.28



23,061.49



1,204.52



114,892.94



66,265.09



256,152.15



90,700.36



78,449.07



362,827.22



1.36



6.56



CPS



70,028.71



105,515.85



1,091,220.27



663,431.00



72,255.01



168,975.62



104,904.13



1.65



2.49



1.11



0.20



2.82



4.08



1.76



4.93



3.72



1.81



2.42



1.36



1.03



1.61



0.48



1.11



1.75



1.44



0.42



0.51



1.32



2.25



1.98



3.66



RSD(%)



1.29



2.31



0.70



2.24



0.90



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



83.879



399.833



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



119.596



113.222



80.696



121.493



77.265



78.109



10994.619



75.157



81.218



473.509



182.791



5197.770



81.790



82.346



11245.991



6676.332



3906.922



6335.973



78.004



83.813



84.800



120.721



81.490



81.849



Conc



83.968



119.638



10170.282



156.093



82.466



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:39



Sample Name mp18043-s4



Sample Type Sample



File Name 041SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.7



103.9



102.3



96.5



96.8



Pulse



95.1



96.9



96.0



92.9



95.3



96.0



0.63



101.5



103.5



105.7



107.3



102.1



0.80



0.44



0.79



0.62



0.97



0.58



3.95



5.44



0.57



0.68



0.72



0.82



45,538.92



316,454.50



407,857.87



4.08



3.92



4.73



1,505,384.98



486,588.75



1,541,914.66



150,208.53



910,316.94



94,301.17



3,286,266.98



4,349,721.71



431,882.45



2,424,164.55



128,894.44



93,021.66



3,504,165.15



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.808E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.483E+00



3.486E-01



1.381E-02



1.386E-01



1.664E-03



6.336E-05



5.146E-01



1.456E-04



1.989E-02



9.400E+00



1.393E+00



2.301E+01



4.685E-04



2.358E-03



3.131E+01



5.096E+00



2.914E-02



3.147E+00



7.137E-05



1.350E-03



3.074E-04



2.650E-02



6.918E-04



6.082E-04



Ratio



1.136E-03



4.280E-02



9.529E-01



4.481E-01



1.531E-03



1,790.14



17,957.42



215.67



30.63



873.37



2,576.95



1,218,362.11



180,535.30



2,982,894.19



192,271.38



45,180.51



4,057,923.17



660,463.17



3,776.11



407,813.81



66,696.72



18.89



1,346.79



116,199.71



1,660.18



1,463.48



1,120.10



5,664.09



0.88



CPS



3,024.37



113,936.33



3,161,040.89



1,550,154.20



5,301.27



233.34



4,400.92



1.17



0.49



7.76



2.20



7.80



12.62



1.02



40.47



9.83



1.47



1.58



1.46



20.91



5.60



0.32



0.45



4.25



0.44



6.24



7.71



6.74



1.62



6.87



1.43



RSD(%)



10.61



1.72



0.52



3.11



3.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.592



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.480



33.522



0.299



33.357



0.832



0.047



6345.245



0.234



0.877



383.275



103.725



1140.865



0.196



0.222



6967.729



2407.993



34.885



2201.807



0.018



0.535



0.175



41.996



0.101



0.228



Conc



0.722



25.841



5823.100



73.900



1.212



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 13:44



Sample Name jc97373-1f



Sample Type Sample



File Name 042SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:21 AM on:11/7/2019



Raw Data MA47766    page 83 of 125



Inst QC: MA47766



527 of 595



JC97382



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.8



105.5



103.6



96.4



97.1



Det



Pulse



Pulse



Pulse



Pulse



95.7



98.3



95.9



92.2



96.8



97.4



0.58



ISTD Recovery%



89.3



106.6



104.6



100.3



102.8



106.6



107.1



101.4



0.66



1.38



0.15



1.37



1.18



0.64



4.49



5.46



0.45



1.51



0.67



0.81



46,116.61



316,119.38



408,932.87



RSD(%)



0.99



3.82



3.71



5.06



3.98



4.02



1,504,007.20



483,166.66



1,564,703.20



152,447.66



902,397.26



95,768.68



3,265,196.25



4,387,021.71



430,999.54



2,405,401.84



129,604.91



94,354.14



CPS



2,661,456.78



3,317,562.87



762,572.28



3,462,012.34



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse9.581E-0444.00108.32ug/l



Units



0.7643Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



92.8



110.3



109.2



RSD(%)



2.71



2.47



3.92



CPS



2,765,037.92



3,433,848.39



796,386.11



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.432E-01



2.463E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.880E+00



1.026E+00



2.680E+00



3.985E-01



1.911E-01



1.307E-01



8.509E-01



5.973E-02



1.942E+00



2.469E+00



1.319E+00



2.097E+02



2.015E-01



9.230E-01



4.455E+01



2.149E+01



7.516E+00



1.393E+01



3.256E-01



1.902E-01



1.572E-01



6.472E-02



6.665E-01



2.293E-01



Ratio



1.686E-01



3.505E-01



1.583E+00



6.477E-01



1.282E-01



358,379.52



53,285.14



25,547.39



64,487.47



120,030.96



11,041.87



259,733.87



330,070.45



176,410.32



28,033,063.89



518,757.12



137,152.24



5,957,474.76



2,873,532.38



1,005,012.15



1,862,773.47



113,771.62



7,985.72



697,476.50



287,065.87



1,635,559.09



562,634.04



494,436.07



2,264,877.70



0.61



5.38



CPS



466,192.59



968,923.54



5,436,777.63



2,311,198.87



457,396.37



1,091,101.99



637,601.46



0.63



0.87



1.49



1.44



0.43



1.20



0.93



1.97



0.80



1.39



0.77



1.43



1.83



1.14



0.58



1.06



1.43



0.85



2.38



1.17



1.54



1.28



2.18



1.15



RSD(%)



1.63



1.95



0.80



1.41



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.305



198.029



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.319



49.496



49.304



48.523



48.978



51.467



5249.393



48.039



50.834



50.247



49.121



5201.831



51.013



50.853



4960.302



5078.105



4673.807



4926.326



49.403



50.404



50.547



51.289



51.376



50.191



Conc



53.751



107.929



4845.909



53.411



51.310



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 13:49



Sample Name CCVA



Sample Type CCV



File Name 043_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



102.8



100.7



94.2



96.5



Pulse



98.7



101.1



96.6



94.2



97.3



98.5



0.92



103.4



105.6



107.8



109.7



103.4



0.63



0.59



0.33



1.58



1.43



0.39



3.71



2.51



1.14



0.34



0.13



0.92



44,834.32



309,103.39



406,352.01



3.05



3.79



3.28



1,514,456.05



493,504.28



1,573,123.55



154,155.18



910,190.24



93,355.07



3,352,425.63



4,436,732.12



441,302.25



2,453,372.41



133,715.07



97,082.59



3,567,403.28



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.199E-04



1.819E-03



6.045E-03



1.499E-03



8.778E-06



3.498E-03



7.159E-03



9.823E-04



4.535E-02



1.251E-04



5.610E-04



9.295E-02



1.908E-03



1.431E-03



4.656E-02



5.088E-05



5.029E-04



8.138E-04



1.593E-05



2.078E-04



1.615E-04



Ratio



1.437E-05



8.481E-03



4.700E-03



2.325E-04



1.578E-04



757.81



437.79



896.71



123.33



5,680.13



77.76



227.78



11,640.46



238.90



178.89



5,831.29



187.78



1.11



3,417.25



66.67



496.71



386.69



300.01



1,343.41



CPS



38.67



22,899.03



15,405.86



823.39



560.04



166.68



1,650.17



34.03



-95.16



252.66



21.01



173.21



121.97



4.35



-891.24



4.84



30.43



3.38



5.14



31.79



109.47



33.93



19.93



10.27



9.19



13.03



9.38



8.89



RSD(%)



56.33



2.92



31.90



44.72



11.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.006



-0.004



0.006



3.774



0.007



0.009



0.042



-0.001



0.488



0.011



0.012



3.758



0.220



0.212



1.330



0.006



0.043



0.250



0.011



0.013



0.016



Conc



0.003



2.322



1.409



0.006



0.057



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 13:54



Sample Name CCB



Sample Type CCB



File Name 044_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.2



102.6



99.7



95.2



93.6



Det



Pulse



Pulse



Pulse



Pulse



92.5



96.2



94.3



90.9



92.0



93.8



0.19



ISTD Recovery%



90.6



105.3



104.1



102.6



103.2



101.9



103.4



100.9



1.11



1.63



1.11



0.20



1.83



1.11



4.40



4.58



1.05



1.15



1.30



1.46



44,382.96



312,175.27



394,119.56



RSD(%)



1.19



2.95



3.43



4.80



4.98



3.21



1,479,096.99



476,118.01



1,488,402.92



146,877.61



896,283.23



93,132.18



3,278,096.20



4,191,939.83



416,015.02



2,394,607.05



125,252.19



92,332.34



CPS



2,699,470.31



3,279,268.81



759,207.07



3,539,916.51



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



6.790E-04



7.371E-04



2.449E-03



1.145E-04



1.358E-05



Ratio



306.67



14.33



6.50



323.34



32.67



CPS



13.80



57.59



56.14



17.05



126.77



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.057



0.204



0.006



0.019



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.091E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.942E-01



7.139E-02



1.110E-02



3.741E-02



3.590E-04



1.825E-05



1.031E-01



8.034E-05



7.413E-03



1.908E+00



2.794E-01



4.734E+00



1.986E-04



8.928E-04



6.346E+00



1.005E+00



1.684E-02



6.636E-01



6.898E-05



6.236E-04



4.102E-04



5.392E-03



2.907E-04



2.228E-04



Ratio



2.222E-04



1.267E-02



1.963E-01



8.682E-02



3.626E-04



1,380.09



4,651.96



44.67



8.51



376.68



921.15



237,187.45



34,736.99



588,557.35



36,576.90



8,878.51



788,964.12



125,001.00



2,093.52



82,514.02



12,814.92



10.00



1,720.19



22,583.66



696.72



533.37



476.70



2,140.16



21.23



CPS



601.36



34,266.46



636,215.97



302,175.99



1,260.11



220.01



2,003.56



2.92



3.17



17.78



3.91



7.38



116.92



2.17



67.10



11.54



1.74



1.35



1.85



9.80



8.59



1.53



1.71



6.65



0.94



30.73



15.35



3.09



2.84



8.85



18.55



RSD(%)



15.00



2.26



1.22



1.43



9.65



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.850



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.139



33.598



0.996



42.894



0.814



0.056



6310.823



0.646



1.113



388.065



103.718



1168.323



0.298



0.301



7008.564



2373.481



97.949



2201.960



0.084



0.748



1.205



42.715



0.197



0.298



Conc



0.697



36.143



5895.331



71.478



1.386



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:59



Sample Name jc97373-1f



Sample Type Sample



File Name 045SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



101.4



98.4



93.1



93.0



Det



Pulse



Pulse



Pulse



Pulse



91.8



94.5



93.7



88.9



92.0



93.9



0.86



ISTD Recovery%



90.8



104.1



102.6



100.8



101.2



101.8



103.2



101.1



0.91



1.33



0.86



1.03



0.86



0.83



4.65



3.34



1.52



1.21



1.02



1.27



43,791.09



305,444.91



391,920.71



RSD(%)



2.39



3.16



4.15



3.05



4.61



4.57



1,468,678.00



465,788.99



1,487,846.88



147,058.69



888,187.61



92,026.01



3,213,475.20



4,190,999.21



415,161.66



2,398,596.63



124,342.07



90,704.22



CPS



2,704,731.93



3,241,161.62



748,014.78



3,479,527.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.304E-0432.0054.19ug/l



Units



1.9873Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.666E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.073E-01



7.416E-02



3.683E-02



3.809E-02



3.535E-04



2.265E-05



1.080E-01



3.504E-05



7.119E-03



1.976E+00



2.901E-01



4.942E+00



1.834E-04



8.539E-04



6.648E+00



1.059E+00



9.450E-03



6.893E-01



3.585E-05



6.396E-04



3.104E-04



5.431E-03



2.136E-04



2.303E-04



Ratio



2.178E-04



1.281E-02



2.062E-01



9.331E-02



3.454E-04



4,650.85



4,810.91



44.67



10.74



362.23



898.93



249,679.03



36,650.80



624,289.38



38,821.81



9,367.72



839,790.45



133,829.14



1,193.40



87,079.88



13,646.84



4.44



1,320.12



23,094.61



510.03



550.04



440.03



2,040.15



21.06



CPS



590.69



34,763.35



671,000.50



323,262.65



1,196.77



116.67



2,080.25



1.28



2.02



5.08



2.69



13.66



79.15



3.17



41.91



15.98



0.81



0.59



1.73



50.69



8.37



0.93



1.42



4.74



0.77



14.58



6.73



1.89



4.50



20.02



8.53



RSD(%)



4.70



2.62



0.95



0.77



10.77



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.760



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



39.841



34.935



5.739



43.718



0.800



0.073



6614.714



0.282



1.036



402.066



107.715



1219.970



0.260



0.280



7345.239



2501.099



51.994



2293.249



0.034



0.790



0.884



43.021



0.138



0.315



Conc



0.683



36.601



6197.802



76.834



1.317



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 14:04



Sample Name mp18043-sd2



Sample Type Sample



File Name 046SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



102.4



98.7



93.6



93.1



Det



Pulse



Pulse



Pulse



Pulse



93.3



95.2



93.6



90.2



93.1



93.5



0.64



ISTD Recovery%



91.1



104.6



104.0



100.4



102.5



103.4



105.5



100.8



1.13



0.29



0.61



0.68



2.27



0.40



4.37



5.22



1.38



1.03



0.53



0.62



43,950.49



306,857.76



392,181.81



RSD(%)



1.58



3.53



4.09



4.23



2.71



4.04



1,468,336.96



472,678.58



1,505,622.27



146,358.40



888,339.55



93,010.58



3,253,659.37



4,253,262.54



424,471.75



2,392,541.84



126,331.60



91,405.30



CPS



2,712,139.75



3,254,791.30



758,130.77



3,465,027.97



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.273E-0423.33549.25ug/l



Units



0.3513Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.440E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.009E-02



1.700E-02



9.493E-03



1.309E-02



1.604E-04



-1.903E-07



2.303E-02



5.275E-05



4.300E-03



3.936E-01



5.828E-02



9.992E-01



1.343E-04



5.865E-04



1.358E+00



2.086E-01



8.957E-03



1.738E-01



2.258E-05



3.224E-04



1.576E-04



1.072E-03



1.230E-04



1.597E-04



Ratio



5.403E-05



5.467E-03



4.588E-02



1.808E-02



1.006E-04



1,206.73



1,664.57



20.33



-0.09



210.00



546.69



50,033.38



7,407.62



126,998.55



7,634.11



2,160.19



172,549.53



26,518.35



1,137.84



22,085.35



2,928.13



6.67



650.05



4,424.24



293.35



380.02



320.02



1,396.76



165.32



CPS



145.33



14,694.69



148,136.65



63,393.23



353.35



73.33



1,053.42



7.37



1.83



7.36



3.58



27.56



-0.60



2.35



51.07



23.76



1.55



2.01



1.58



23.03



4.08



2.34



0.74



6.80



2.26



116.69



-232.73



13.54



6.13



13.02



5.30



RSD(%)



10.77



3.97



1.70



1.57



12.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.392



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.852



36.502



3.500



65.502



1.523



-0.083



6838.174



2.121



1.486



396.212



106.676



1207.772



0.677



0.663



7238.083



2453.551



244.630



2322.520



0.069



-0.260



1.965



42.366



0.341



0.799



Conc



0.807



69.558



6389.089



73.887



1.684



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 50.000



Auto Dilution N/A



Total Dilution 50.000



Acq Time 11/6/2019 14:09



Sample Name mp18043-sd2



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.8



102.5



99.9



94.8



93.7



Det



Pulse



Pulse



Pulse



Pulse



93.8



95.2



93.4



90.5



92.5



92.7



0.75



ISTD Recovery%



90.2



103.8



103.4



101.6



102.5



100.4



102.2



100.3



0.49



2.00



1.55



0.88



1.46



0.45



5.21



3.98



2.08



0.46



1.88



2.34



44,488.89



311,050.61



394,683.55



RSD(%)



1.24



2.77



2.84



3.03



4.17



3.63



1,463,978.38



473,934.01



1,495,193.20



145,064.18



882,522.20



93,098.84



3,254,947.28



4,131,752.02



411,377.13



2,381,328.72



127,118.72



91,424.34



CPS



2,687,957.37



3,229,856.93



753,451.94



3,505,700.57



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.557E-0424.67258.00ug/l



Units



2.9003Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.506E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.085E-01



3.456E-01



2.933E+00



3.482E-01



1.222E-03



8.160E-04



6.441E-01



1.340E-03



7.749E-02



1.677E-01



2.717E+00



3.499E+01



4.242E-03



2.012E-02



4.269E+01



1.076E+01



1.061E-01



3.782E+00



9.418E-05



1.155E-03



4.065E-04



5.158E-02



3.379E-03



5.295E-03



Ratio



1.659E-03



5.025E-02



1.128E+00



1.025E+00



1.166E-03



376,442.17



44,684.68



156.67



387.83



715.59



9,944.81



21,523.58



348,628.99



4,490,561.07



116,583.42



44,341.27



5,478,882.56



1,381,358.49



13,612.28



485,389.93



82,655.95



172.23



1,763.54



223,495.57



7,912.78



12,409.92



9,931.07



47,139.59



10.25



CPS



4,484.78



135,908.05



3,700,621.82



3,511,380.26



3,987.42



303.35



3,740.70



2.23



3.45



1.91



3.38



12.95



3.16



2.19



20.57



0.85



3.91



2.30



2.83



4.53



2.31



1.74



1.86



4.09



2.05



27.81



4.73



4.73



0.18



5.14



3.01



RSD(%)



5.36



1.04



0.52



0.80



7.17



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.464



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



23.564



33.230



107.937



84.722



0.605



0.640



7944.546



2.156



3.896



6.634



202.371



1735.377



2.108



2.179



9505.799



5086.851



130.609



2652.839



0.025



0.432



0.239



81.746



0.516



2.281



Conc



1.056



30.442



6896.240



169.057



0.920



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:14



Sample Name jc97373-2



Sample Type Sample



File Name 048SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



104.0



101.6



93.5



96.1



Det



Pulse



Pulse



Pulse



Pulse



94.7



95.9



93.9



90.7



96.6



97.7



1.20



ISTD Recovery%



90.8



105.4



104.2



99.2



101.9



105.3



107.6



98.8



1.93



1.64



0.75



1.04



0.37



0.30



3.53



4.84



1.30



1.16



1.46



0.36



45,216.84



306,706.01



404,666.81



RSD(%)



1.94



2.49



3.86



3.35



3.16



3.74



1,471,906.29



475,270.55



1,561,776.26



152,927.74



889,077.08



94,424.29



3,236,729.53



4,333,498.37



433,096.75



2,344,422.36



128,349.37



92,089.99



CPS



2,704,412.03



3,281,102.35



759,340.43



3,425,564.11



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse8.256E-0437.3319.66ug/l



Units



0.5513Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.027E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-01



1.429E-01



1.218E+00



1.545E-01



5.343E-04



3.555E-04



2.673E-01



7.114E-04



3.634E-02



7.520E-02



1.111E+00



1.464E+01



1.794E-03



8.465E-03



1.770E+01



4.459E+00



4.678E-02



1.591E+00



3.772E-05



7.162E-04



2.440E-04



2.156E-02



1.399E-03



2.253E-03



Ratio



6.620E-04



2.305E-02



4.749E-01



4.149E-01



5.217E-04



155,954.33



19,767.72



68.33



169.47



430.01



4,653.07



9,623.43



142,203.99



1,873,981.66



48,875.70



18,294.51



2,265,654.15



570,716.66



5,988.07



203,678.54



34,215.50



91.11



1,043.41



92,146.88



3,357.26



5,404.74



4,304.26



20,293.90



9.69



CPS



1,798.81



62,658.66



1,567,918.26



1,446,719.20



1,820.20



123.34



2,336.96



1.47



1.18



0.74



2.05



11.41



21.05



1.59



20.56



2.63



2.35



1.63



1.08



2.76



0.45



1.16



0.43



2.82



0.64



8.35



7.15



6.42



0.88



3.57



1.57



RSD(%)



10.07



3.09



0.08



0.76



1.74



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.524



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



24.755



34.090



111.776



93.129



0.632



0.692



8225.656



2.861



4.348



7.146



206.797



1813.065



2.170



2.237



9834.065



5267.143



142.077



2746.236



0.018



0.497



0.335



85.412



0.526



2.372



Conc



1.050



34.096



7222.873



171.050



1.011



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/6/2019 14:19



Sample Name jc97373-2



Sample Type Sample



File Name 049SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.1



104.4



101.6



94.3



95.6



Det



Pulse



Pulse



Pulse



Pulse



94.5



96.2



93.7



91.0



94.1



95.6



0.48



ISTD Recovery%



91.3



106.1



104.4



101.0



102.8



103.9



105.5



101.0



0.07



1.21



1.10



0.67



0.84



2.05



3.31



4.93



1.48



0.87



0.20



0.56



45,252.66



309,278.03



402,717.64



RSD(%)



2.15



3.38



3.42



3.92



4.26



2.65



1,468,737.68



476,379.75



1,522,003.79



149,585.67



885,552.36



94,823.66



3,265,561.90



4,274,060.35



424,389.58



2,397,776.74



128,003.54



92,315.67



CPS



2,718,700.74



3,301,338.81



761,023.77



3,487,561.30



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.641E-0430.00151.92ug/l



Units



0.7263Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.809E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.968E-01



2.920E-01



1.023E+00



2.776E-01



1.132E-03



7.972E-04



5.972E-01



1.589E-04



2.848E-02



3.098E-02



2.727E+00



1.556E+01



1.131E-03



5.148E-03



4.168E+01



1.062E+01



1.360E-02



3.565E+00



7.472E-05



1.435E-03



3.765E-04



5.048E-02



2.662E-03



1.353E-03



Ratio



1.202E-03



4.952E-02



1.089E+00



7.058E-01



5.893E-04



129,027.40



35,019.14



142.67



372.76



845.60



3,592.74



3,908.39



344,019.03



1,962,231.38



113,112.97



36,828.08



5,258,557.99



1,339,778.35



1,715.69



449,731.70



75,334.90



20.00



1,603.50



214,562.93



6,291.83



3,200.54



2,670.41



12,169.48



6.25



CPS



3,172.41



130,583.44



3,579,446.61



2,413,645.38



2,016.91



240.01



4,607.63



1.94



2.34



0.85



3.11



14.50



8.47



1.17



29.75



1.90



1.55



1.78



1.74



2.65



2.47



0.59



1.97



3.01



0.80



25.33



3.27



11.49



0.37



1.50



4.92



RSD(%)



6.30



1.37



0.65



1.12



2.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.592



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



23.260



28.047



37.496



67.432



0.559



0.625



7365.523



0.256



1.327



1.055



203.156



770.746



0.532



0.529



9280.847



5018.492



15.565



2498.671



0.019



0.580



0.219



80.016



0.405



0.555



Conc



0.764



29.988



6661.297



116.410



0.459



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:24



Sample Name jc97373-2f



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.4



105.0



102.3



91.9



96.6



Det



Pulse



Pulse



Pulse



Pulse



93.1



94.4



91.9



89.3



93.7



94.7



0.67



ISTD Recovery%



88.5



105.5



102.3



99.1



101.0



103.3



104.5



99.5



1.00



0.19



0.45



1.06



1.54



0.55



3.92



4.62



1.21



0.90



0.19



0.67



45,537.81



301,486.87



406,812.42



RSD(%)



2.34



3.05



3.30



4.26



3.16



3.06



1,441,274.11



467,617.24



1,515,280.22



148,208.68



869,240.33



95,329.41



3,208,963.49



4,250,165.67



420,460.28



2,362,341.21



126,151.44



90,597.60



CPS



2,637,098.93



3,285,059.01



746,038.71



3,420,260.78



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.448E-0429.3372.04ug/l



Units



0.2593Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.690E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.581E-01



1.229E-01



4.213E-01



1.273E-01



3.953E-04



3.263E-04



2.450E-01



1.558E-04



1.467E-02



1.980E-02



1.100E+00



6.338E+00



4.841E-04



2.206E-03



1.703E+01



4.293E+00



7.686E-03



1.455E+00



3.130E-05



6.837E-04



1.874E-04



2.056E-02



1.097E-03



5.723E-04



Ratio



5.190E-04



2.192E-02



4.504E-01



2.895E-01



1.698E-04



53,907.26



16,282.00



50.67



154.24



411.13



1,876.82



2,533.60



140,742.63



810,880.66



45,820.50



15,731.35



2,178,710.26



549,344.25



983.38



186,160.64



31,348.77



20.00



790.06



86,761.20



2,613.73



1,363.46



1,153.43



5,253.98



26.42



CPS



1,409.43



59,578.99



1,469,533.88



1,003,887.96



590.04



103.34



2,253.63



1.81



0.64



0.49



1.62



28.39



10.09



1.54



59.83



7.88



1.55



0.35



1.22



4.21



2.83



1.20



0.49



1.53



0.57



24.14



12.35



10.42



1.32



3.37



4.91



RSD(%)



7.32



3.45



0.76



1.05



28.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.488



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



23.211



29.260



38.306



76.476



0.453



0.635



7538.029



0.627



1.508



1.497



204.729



783.091



0.511



0.513



9457.327



5071.487



20.511



2504.275



0.014



0.454



0.244



81.479



0.410



0.532



Conc



0.822



32.356



6846.985



119.345



0.307



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1
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1
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1
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K
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Sn
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Ba



Tl



Pb
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Be



B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/6/2019 14:28



Sample Name jc97373-2f



Sample Type Sample



File Name 051SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.3



105.5



99.8



94.2



95.3



Det



Pulse



Pulse



Pulse



Pulse



94.4



95.3



93.2



90.2



93.5



93.7



30.15



ISTD Recovery%



91.3



104.8



104.6



100.4



103.9



102.5



104.8



100.3



0.97



1.21



1.57



30.06



23.41



29.35



4.74



3.62



1.01



1.99



1.33



1.31



44,447.40



308,880.37



401,305.78



RSD(%)



3.36



1.82



2.62



2.61



3.62



4.21



1,461,696.85



472,691.25



1,511,671.12



146,723.86



877,610.43



95,740.60



3,299,703.14



4,219,074.21



421,895.39



2,381,551.32



127,953.87



91,438.96



CPS



2,719,128.17



3,262,658.08



762,412.72



3,466,616.20



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh
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3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse4.932E-0422.00631.57ug/l



Units



0.0383Se
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Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



105.6



103.2



RSD(%)



2.62



2.60



3.33



CPS



2,660,179.43



3,287,014.64



752,171.63



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.285E-03



6.840E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.906E-01



1.027E-01



6.047E-02



4.264E-02



6.572E-04



1.462E-04



6.991E-01



1.676E-04



1.555E-02



2.155E+00



1.145E+00



3.249E+00



2.776E-04



1.506E-03



7.376E+01



1.324E+01



9.021E-03



4.315E+00



9.327E-05



9.527E-04



1.680E-04



3.787E-02



3.400E-04



3.986E-04



Ratio



1.174E-04



6.668E-02



1.325E+00



4.103E-01



5.458E-04



7,603.29



5,362.22



82.67



67.31



590.02



31.33



1,955.73



271,004.87



144,027.96



408,593.65



74,268.77



12,917.31



9,275,168.80



1,664,334.17



1,135.71



542,575.24



87,909.74



21.11



726.72



162,879.71



793.39



930.07



646.71



3,517.01



1.74



125.29



CPS



312.01



177,375.83



4,355,957.54



1,392,135.81



1,856.88



300.02



3,047.14



1.19



2.57



3.16



1.21



43.34



91.90



0.34



79.48



5.71



1.59



0.74



0.79



10.21



7.52



0.56



0.83



58.38



1.31



24.17



7.97



25.48



3.34



10.51



25.17



RSD(%)



9.36



0.29



0.41



1.77



8.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.371



0.323



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



15.317



9.748



2.019



9.859



0.316



0.112



8623.609



0.270



0.649



87.705



85.276



159.976



0.100



0.128



16432.134



6254.800



9.865



3030.596



0.024



0.324



0.085



60.028



0.047



0.137



Conc



0.073



40.582



8107.595



67.665



0.424



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1
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1



1
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1



1



1



1



1



1
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K
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Tl



Pb
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:33



Sample Name jc97380-2



Sample Type Sample



File Name 052SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3
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3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.0



104.9



102.5



91.8



94.8



Pulse



92.8



93.6



90.7



87.7



93.0



94.1



1.50



98.3



100.8



104.6



105.9



98.3



0.62



0.19



0.52



1.57



1.84



0.92



4.98



4.61



0.45



0.78



0.61



0.53



45,615.91



301,252.36



399,239.42



4.29



3.87



5.31



1,422,210.99



459,102.08



1,503,608.73



147,279.23



856,156.14



95,242.16



3,200,255.07



4,303,977.75



426,359.59



2,333,581.16



125,747.72



89,823.81



3,394,360.89



Tb



Tb



Ho



Bi



Sc



Ge



Rh
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Bi
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Ge



Rh



In



3



3



3
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In
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2



2



2



2



2



3



1



1



1



1
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1
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Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



95.6



113.1



109.3



RSD(%)



4.53



8.66



5.05



CPS



2,847,529.40



3,520,859.53



796,696.94



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.422E-01



2.506E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.854E+00



1.026E+00



2.682E+00



3.957E-01



1.890E-01



1.316E-01



8.511E-01



5.975E-02



1.929E+00



2.475E+00



1.329E+00



2.104E+02



1.975E-01



9.106E-01



4.483E+01



2.173E+01



7.599E+00



1.401E+01



3.104E-01



1.822E-01



1.487E-01



6.059E-02



6.526E-01



2.267E-01



Ratio



1.657E-01



3.449E-01



1.538E+00



6.295E-01



1.260E-01



358,288.94



52,857.96



25,254.87



64,014.85



117,869.75



11,138.61



257,721.80



330,706.52



177,503.05



28,113,688.88



514,868.27



137,051.58



5,989,542.68



2,902,780.09



1,015,240.90



1,871,836.18



113,696.60



7,982.40



683,197.01



278,695.97



1,599,674.56



555,913.58



484,103.18



2,233,038.81



1.80



5.59



CPS



471,206.70



980,984.86



5,397,043.04



2,285,287.31



457,759.80



1,068,995.01



627,029.82



1.20



1.55



1.60



1.96



1.16



3.26



2.17



3.35



1.41



2.08



2.00



1.23



6.47



5.77



1.63



1.54



0.99



1.65



5.87



4.93



10.38



9.34



7.01



6.27



RSD(%)



3.66



4.20



6.01



6.58



6.06



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.089



201.508



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.986



49.504



49.331



48.174



48.461



51.818



5250.520



48.051



50.483



50.387



49.466



5220.519



50.002



50.167



4991.593



5134.405



4725.247



4954.619



47.106



48.260



47.793



48.019



50.308



49.634



Conc



52.800



106.213



4707.182



51.909



50.445



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2
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1
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1
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1
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Al



K
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Tl



Pb



Element



Be



B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 14:38



Sample Name CCVA



Sample Type CCV



File Name 053_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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0.30
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0.10



0.10
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Pulse



Pulse



Pulse
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Mix



Pulse



Pulse



Pulse



Pulse



93.6



102.7



99.8



92.2



94.1



Pulse



98.6



99.8



95.4



92.9



97.1



97.8



0.41



105.6



108.6



112.7



111.4



103.7



1.63



1.32



0.72



0.14



0.37



0.86



9.96



9.66



1.59



1.29



1.27



1.88



44,442.10



302,258.70



396,181.45



8.73



8.01



13.87



1,495,332.75



486,760.93



1,570,155.32



153,051.39



900,010.21



93,256.03



3,450,400.44



4,638,619.52



448,227.29



2,461,123.82



133,613.84



95,783.17



3,644,078.59



Tb
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Ge
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3
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3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.325E-04



1.958E-03



6.042E-03



1.573E-03



0.000E+00



3.261E-03



6.857E-03



1.057E-03



4.460E-02



1.011E-04



4.902E-04



9.470E-02



2.150E-03



1.578E-03



4.637E-02



4.816E-05



5.575E-04



8.121E-04



1.120E-05



1.684E-04



1.352E-04



Ratio



9.767E-06



7.600E-03



4.607E-03



2.360E-04



1.519E-04



762.25



411.13



864.48



133.34



5,624.56



54.43



246.67



11,939.60



271.11



198.89



5,847.97



198.89



0.00



3,370.57



46.67



396.69



320.02



240.01



1,160.07



CPS



26.67



20,855.77



14,805.36



820.06



526.70



153.34



1,766.87



59.65



374.48



74.05



69.55



---



112.35



21.67



458.48



2.23



89.06



20.98



6.33



24.95



24.19



23.30



35.96



36.23



11.33



38.71



22.07



3.99



RSD(%)



94.77



6.60



21.59



29.92



4.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.003



0.006



4.233



0.000



0.002



0.035



0.001



0.470



0.005



0.008



3.953



0.277



0.303



1.262



0.005



0.057



0.250



0.007



0.010



0.011



Conc



0.002



2.050



1.124



0.006



0.054



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 14:43



Sample Name CCB



Sample Type CCB



File Name 054_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.8



100.8



97.7



93.0



91.4



Det



Pulse



Pulse



Pulse



Pulse



93.1



94.3



92.6



88.6



89.8



91.1



0.96



ISTD Recovery%



92.1



103.2



101.6



100.6



100.1



100.7



100.6



99.7



0.56



1.39



0.41



0.65



0.72



1.17



3.38



4.05



1.58



0.91



0.46



0.87



43,499.09



305,111.79



384,832.96



RSD(%)



1.23



2.97



2.74



4.09



3.58



3.69



1,451,839.28



464,209.26



1,452,378.48



142,605.00



864,027.29



91,481.33



3,179,906.65



4,141,938.79



404,843.14



2,365,634.55



126,114.39



90,489.27



CPS



2,744,000.19



3,212,723.60



740,818.69



3,471,418.49



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



6.794E-04



8.263E-04



2.272E-03



1.269E-04



4.031E-05



Ratio



286.68



16.00



18.70



315.56



36.00



CPS



38.76



82.40



-112.22



40.45



11.74



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.058



0.276



-0.015



0.022



0.014



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.2



102.2



100.8



RSD(%)



1.19



2.27



4.80



CPS



2,657,227.10



3,182,747.66



734,627.88



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.618E-03



7.194E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.642E-01



1.010E-01



6.434E-02



4.539E-02



1.422E-03



9.531E-05



6.562E-01



3.680E-04



1.478E-02



1.678E+00



1.129E+00



2.477E+00



3.067E-04



1.318E-03



7.027E+01



1.255E+01



5.970E-03



4.143E+00



8.058E-05



1.308E-03



8.164E-04



3.652E-02



4.599E-04



3.224E-04



Ratio



1.466E-04



6.507E-02



1.278E+00



3.917E-01



1.008E-03



7,964.61



5,618.99



176.00



43.40



736.70



31.33



1,829.03



207,665.12



139,734.36



306,636.60



69,834.86



12,498.01



8,698,060.76



1,554,098.83



738.92



512,791.65



81,230.74



45.56



3,463.95



154,909.05



1,053.43



740.06



703.38



3,020.28



8.71



60.56



CPS



389.34



172,958.34



4,067,204.84



1,308,662.32



3,373.91



256.68



4,137.47



1.53



1.26



3.07



1.45



2.11



24.71



0.99



18.40



6.62



1.74



2.19



2.05



8.19



3.39



2.20



1.88



7.66



1.00



26.58



11.37



6.95



1.53



11.17



16.23



RSD(%)



12.71



3.07



1.03



2.74



8.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.512



0.380



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



14.631



9.579



2.162



10.534



0.708



0.072



8094.257



0.592



0.609



68.229



84.047



121.662



0.114



0.107



15653.836



5933.317



6.069



2908.442



0.020



0.513



0.502



57.883



0.066



0.103



Conc



0.091



39.594



7818.443



64.586



0.794



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:48



Sample Name jc97380-1f



Sample Type Sample



File Name 055SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.7



100.4



97.9



89.8



92.3



Pulse



91.4



92.1



89.1



86.9



91.8



93.5



0.44



96.8



99.6



103.1



104.7



96.5



0.82



0.89



0.55



0.19



0.50



0.65



2.97



5.05



0.04



0.05



1.31



0.32



43,575.96



294,375.67



388,661.17



3.79



5.10



2.56



1,397,672.37



455,393.09



1,485,160.95



146,393.69



843,314.05



91,195.14



3,161,894.45



4,241,193.79



421,492.55



2,289,246.37



123,783.57



88,450.27



3,340,233.80



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:25 AM on:11/7/2019



Raw Data MA47766    page 110 of 125



Inst QC: MA47766



554 of 595



JC97382



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



104.8



103.3



RSD(%)



1.39



2.83



3.59



CPS



2,659,146.36



3,263,270.89



753,293.66



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.320E-03



8.155E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.902E-01



1.072E-01



6.196E-02



4.841E-02



4.355E-04



7.148E-05



6.671E-01



1.424E-04



1.425E-02



1.709E+00



1.170E+00



2.461E+00



2.158E-04



9.711E-04



7.378E+01



1.286E+01



4.461E-03



4.251E+00



7.952E-05



1.003E-03



4.337E-04



3.761E-02



3.772E-04



2.647E-04



Ratio



1.349E-04



6.705E-02



1.289E+00



3.958E-01



6.085E-04



7,677.79



5,999.17



54.00



32.80



605.58



36.00



1,765.69



211,809.23



145,048.17



305,036.64



73,130.84



13,280.99



9,142,886.58



1,594,157.51



553.36



526,804.37



82,667.90



17.78



1,843.59



159,880.09



866.73



613.38



496.70



2,236.85



9.43



48.73



CPS



358.68



178,275.34



4,208,070.46



1,341,667.58



2,060.24



253.35



3,207.18



0.40



1.29



1.95



0.71



13.50



18.51



1.06



91.26



5.54



0.67



0.57



0.38



29.67



22.27



0.79



0.81



15.06



0.75



16.89



9.46



23.73



1.00



6.12



47.39



RSD(%)



7.69



3.28



1.19



2.67



6.32



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.386



0.534



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



15.305



10.179



2.074



11.274



0.202



0.053



8228.224



0.229



0.581



69.514



87.145



120.881



0.068



0.069



16436.013



6079.662



4.193



2985.520



0.020



0.351



0.256



59.606



0.053



0.078



Conc



0.084



40.816



7887.446



65.269



0.474



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:53



Sample Name jc97380-2f



Sample Type Sample



File Name 056SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.5



102.4



99.1



90.4



92.7



Pulse



91.5



93.3



90.5



87.6



91.9



92.7



0.40



98.2



100.6



103.3



105.3



96.7



0.39



1.22



1.09



0.53



0.59



0.69



4.45



5.10



1.30



0.36



0.43



0.73



44,138.79



296,436.44



390,351.89



4.01



4.48



4.23



1,419,851.99



458,714.83



1,486,383.17



145,075.43



841,733.75



92,991.23



3,194,557.37



4,252,401.19



423,666.57



2,295,447.36



123,920.85



89,524.25



3,389,576.41



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



88.3



105.4



100.2



RSD(%)



1.35



3.28



3.26



CPS



2,629,979.92



3,280,925.16



730,204.16



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30
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Pulse
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2.812E-03



1.002E-03



Det
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1.027E-01



9.494E-02



3.196E-01



1.075E-01



5.356E-03



9.946E-05



3.936E-01



2.983E-02
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1.716E+02
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2.494E+00



9.200E-05



2.067E-03



3.598E-04



2.688E-02



5.006E-04



2.542E-03
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6.125E-04



3.419E-02



7.679E-01



1.851E-01



7.815E-03



39,628.17



13,324.39



664.02



44.52



1,257.85



44.00



50,668.98



128,707.68



83,189.67



21,278,023.04



12,733.08



11,770.73



992,005.66



789,320.64



433,106.61



309,245.67



48,805.24



3,698.34



1,516.82



113,264.60



1,166.77



5,928.34



4,801.11



22,749.08



10.14



69.79
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89,951.77



2,519,217.77
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1.06
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:58



Sample Name jc97382-1



Sample Type Sample



File Name 057SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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4,214,724.31
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Time(sec)
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Det



Pulse



ISTD Recovery%



87.8



RSD(%)



1.31



CPS



2,614,564.38
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1.751E-03



7.048E-04
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Pulse
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1.021E-01



4.449E-02



1.132E-01



7.209E-02



2.154E-03



4.560E-05



1.349E+00



8.784E-02



1.255E-01



2.409E-01
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2.050E-03



1.038E-02
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3.157E+00
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1.309E-03



7.344E-04



1.668E-02



4.367E-04



2.775E-03
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2.253E-02



2.831E+00



9.072E-01



5.512E-03



13,989.46



8,906.34
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20.09
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15,509.96



29,767.69



180,972.82
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718,593.41
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1.09
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6.415
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104089.804



2748.373
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 15:03



Sample Name jc97382-2



Sample Type Sample



File Name 058SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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97.2
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104.4
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1.56
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0.52



0.81
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3.46
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42,524.86



281,552.06
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4,205,929.52
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123,555.03
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3,244,993.39
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3



3
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Time(sec)



0.10



0.10



0.10



Det



Pulse
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Pulse



ISTD Recovery%



92.6



106.3



104.0



RSD(%)



1.66



3.56



3.15



CPS



2,759,662.03



3,308,594.64



758,117.46



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3
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3
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0.30
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Pulse
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7.857E-04



9.948E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.052E-02



6.048E-03



2.148E-02



1.253E-02



5.673E-04



5.312E-06



1.372E-01



8.538E-03



1.818E-02



3.127E-02



1.489E-01



9.305E+00



4.237E-04



2.007E-03



4.204E+01



5.895E-01



3.231E-01



3.193E-01



4.497E-05



6.040E-04



5.144E-04



1.792E-03



8.290E-04



5.373E-04



Ratio



3.587E-05



5.274E-03



2.605E-01



8.630E-02



7.530E-04



2,801.43



1,633.45



74.00



2.56



376.68



44.00



2,371.35



4,077.31



19,414.94



1,213,378.39



1,372.36



788.92



5,482,586.87



76,878.02



42,138.74



41,634.17



17,899.43



1,113.39



2,170.27



7,532.46



1,970.24



1,273.46



1,003.42



4,767.24
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41.46
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98.67



14,554.47



861,975.06



300,551.08



2,623.71



146.68



1,976.89



4.64



10.34
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958.96
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2.43
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8.57



0.95



1.28



3.12
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31.028
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171.664
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13.331



137.739



5756.019



2.171



2.289



117001.202



3476.859
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2451.335
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/6/2019 15:08



Sample Name jc97382-2



Sample Type Sample



File Name 059SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.160E-03



1.297E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.184E-01



9.647E-02



3.697E-01



9.342E-02



1.040E-02



2.378E-05



8.668E-01



1.835E-01



1.576E+00



1.787E+00



1.198E+00



2.390E+02



5.187E-03



2.507E-02



1.363E+01



1.143E+01



3.015E+00



2.431E+00



1.282E-04



2.450E-03



5.144E-04



2.670E-02



4.686E-04



6.396E-03



Ratio



4.233E-04



2.943E-02



1.679E+00



4.378E-01



1.393E-02



47,530.83



12,009.82



1,337.74



10.79



1,431.77



57.33



202,660.59



229,693.87



154,056.81



30,729,804.34



28,081.49



12,402.39



1,751,868.86



1,469,969.70



387,553.26



312,586.43



111,440.23



23,591.39



2,216.95



115,224.48



1,096.77



15,009.46



12,173.05



58,813.48



5.37



43.64



CPS



1,136.06



79,024.69



5,719,642.42



1,477,109.41



47,003.62



413.36



7,872.64



1.72



2.28



0.45



1.11



4.67



73.36



1.40



1.64



1.99



1.60



1.63



1.41



1.27



1.18



0.52



1.48



1.03



0.40



11.03



9.95



5.48



1.53



15.97



1.06



RSD(%)



6.18



0.69



0.61



0.86



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.163



1.310



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.661



9.144



13.421



22.299



5.315



0.016



10695.006



295.167



82.472



72.673



89.219



11860.378



2.587



2.725



3025.011



5403.312



3748.343



1694.528



0.035



1.119



0.308



42.313



0.067



2.763



Conc



0.268



17.579



10279.159



72.200



11.135



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 15:13



Sample Name jc97469-1



Sample Type Sample



File Name 060SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.1



105.4



99.4



90.4



93.9



Pulse



Pulse



Pulse



94.9



92.1



90.9



86.5



92.8



102.2



0.05



109.4



102.6



97.7



101.3



104.8



116.9



98.9



1.16



1.45



0.64



0.18



0.94



0.35



3.86



3.40



0.85



0.95



1.16



0.59



44,238.09



296,344.62



395,648.99



3.87



3.98



3.46



3.38



4.15



1,425,702.76



453,150.20



1,500,350.95



159,972.28



856,571.72



95,678.01



3,218,429.84



4,314,112.54



470,620.62



2,346,505.95



128,557.58



88,450.15



3,406,928.28



747,884.36



3,373,495.58



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



96.6



111.1



108.1



RSD(%)



1.54



3.59



3.30



CPS



2,878,853.05



3,459,222.97



788,295.15



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.410E-01



2.463E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.880E+00



1.016E+00



2.679E+00



3.991E-01



1.904E-01



1.304E-01



8.523E-01



6.000E-02



1.932E+00



2.468E+00



1.316E+00



2.131E+02



2.012E-01



9.230E-01



4.510E+01



2.175E+01



7.685E+00



1.421E+01



3.239E-01



1.909E-01



1.586E-01



6.462E-02



6.641E-01



2.303E-01



Ratio



1.680E-01



3.491E-01



1.580E+00



6.528E-01



1.306E-01



360,596.37



53,715.86



25,621.18



63,971.55



118,261.97



11,206.65



260,033.43



332,201.83



177,054.39



28,672,734.42



522,220.95



136,762.00



6,069,326.84



2,927,627.80



1,034,295.10



1,912,820.55



114,711.92



8,074.68



690,132.23



281,177.69



1,594,425.08



553,194.27



483,308.48



2,217,462.01



0.57



2.94



CPS



483,619.57



1,005,069.02



5,463,590.96



2,300,442.21



460,315.00



1,078,882.77



635,878.31



1.32



0.76



1.43



2.21



1.50



1.10



0.26



1.61



1.96



1.75



1.34



2.76



1.36



1.29



0.84



1.41



1.92



2.39



1.78



0.39



1.94



0.66



1.24



1.15



RSD(%)



0.86



1.38



0.44



2.79



1.05



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.834



198.034



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.328



49.034



49.283



48.599



48.803



51.340



5258.063



48.254



50.562



50.243



48.979



5285.998



50.933



50.853



5020.746



5140.317



4779.012



5026.518



49.154



50.583



50.987



51.211



51.196



50.412



Conc



53.541



107.490



4834.632



53.832



52.251



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 15:18



Sample Name CCVA



Sample Type CCV



File Name 061_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:27 AM on:11/7/2019



Raw Data MA47766    page 121 of 125



Inst QC: MA47766



565 of 595



JC97382



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.7



106.4



102.2



92.4



94.9



Pulse



99.3



102.9



95.8



93.7



96.4



97.6



0.30



102.2



104.9



105.7



107.0



101.2



1.00



0.96



0.48



0.23



0.74



0.72



4.04



4.78



0.83



4.33



1.19



0.63



45,497.80



303,075.16



399,782.32



4.63



4.03



3.59



1,502,752.61



490,747.41



1,558,761.99



152,831.10



891,590.80



96,640.32



3,331,138.07



4,350,797.23



430,537.08



2,401,624.44



134,590.58



98,815.27



3,526,651.72



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.225E-04



1.861E-03



6.137E-03



1.388E-03



2.585E-05



3.832E-03



7.213E-03



8.717E-04



4.834E-02



8.627E-05



4.106E-04



1.004E-01



2.491E-03



1.654E-03



4.786E-02



4.491E-05



4.470E-04



7.120E-04



1.442E-05



1.737E-04



9.890E-05



Ratio



1.250E-05



6.656E-03



4.655E-03



2.192E-04



1.278E-04



791.15



494.46



930.05



112.22



6,231.49



54.43



240.00



12,949.40



321.12



213.34



6,171.44



178.89



3.33



2,973.80



60.00



410.02



233.34



203.34



966.72



CPS



36.00



19,197.87



15,532.62



776.72



453.36



146.68



1,463.48



24.23



-37.22



129.85



26.47



100.81



34.80



13.55



-124.00



10.43



120.54



68.85



2.59



11.47



26.05



17.87



7.42



42.03



8.88



35.63



11.62



83.92



RSD(%)



67.12



2.11



23.99



31.88



9.36



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



-0.002



0.008



3.089



0.021



0.017



0.043



-0.006



0.562



0.001



0.004



4.589



0.357



0.350



1.788



0.005



0.028



0.218



0.009



0.011



0.003



Conc



0.003



1.758



1.269



0.004



0.045



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 15:23



Sample Name CCB



Sample Type CCB



File Name 062_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.4



103.0



98.7



93.6



92.0



Det



Pulse



Pulse



Pulse



Pulse



95.2



95.0



93.0



89.2



91.3



92.5



0.82



ISTD Recovery%



96.8



107.2



104.8



102.7



102.8



101.3



103.1



99.4



1.00



2.21



0.66



1.64



1.55



1.39



4.64



3.17



1.31



0.75



0.86



1.22



43,953.93



307,153.29



387,722.40



RSD(%)



1.16



2.16



3.32



3.58



4.73



3.41



1,459,234.45



466,980.31



1,477,246.26



144,744.39



869,199.95



93,520.30



3,264,793.35



4,169,346.29



414,840.19



2,359,805.07



128,970.13



91,225.46



CPS



2,884,784.22



3,337,036.72



764,184.16



3,545,531.61



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



6.115E-04



7.118E-04



2.232E-03



1.010E-04



9.171E-06



Ratio



287.78



13.00



4.30



285.56



31.33



CPS



3.26



91.94



-177.76



48.85



158.52



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.043



0.184



-0.020



0.015



0.002



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.182E-04



6.042E-03



1.610E-02



2.237E-02



9.532E-05



7.970E-03



5.955E-05



3.747E-03



1.405E-02



2.895E-03



1.603E-01



2.062E-04



9.210E-04



1.474E-01



1.590E-02



9.981E-03



6.704E-02



4.219E-05



4.839E-04



2.788E-04



7.995E-05



1.084E-04



2.421E-04



Ratio



1.465E-05



5.309E-03



1.665E-02



6.252E-04



7.037E-05



2,091.30



2,904.80



12.33



486.68



1,824.59



375.57



20,809.23



93.27



784.48



19,145.32



2,063.51



1,295.63



8,703.94



1,034.50



7.78



1,150.10



330.02



253.35



566.70



483.37



2,156.83



CPS



42.67



15,397.66



56,475.89



2,226.95



250.01



140.01



1,590.17



3.89



7.32



8.55



3.18



53.61



4.80



63.84



45.75



3.46



14.74



1.64



20.29



13.45



1.75



6.55



4.78



6.53



51.00



11.57



6.70



8.73



31.61



12.04



RSD(%)



54.19



2.67



1.60



9.62



8.70



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.007



0.200



0.192



2.447



0.014



43.734



0.048



0.015



0.182



0.070



3.340



0.032



0.032



9.833



3.526



5.530



8.594



0.004



0.038



0.078



0.061



0.006



0.034



Conc



0.004



1.342



38.074



0.038



0.022



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 15:28



Sample Name MP11929-MB7 1



Sample Type Sample



File Name 063SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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NOTE: The remaining raw data for this batch is not relevant to this job. As such it has been omitted.



Inst QC: MA47766



569 of 595



JC97382



7
7.2











Current Signal



%



W



TMP Revolution



Reflected Power



100.0



2



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Forward Power



2.64E+2



1.15E-4



1500



V



V



V



-8.0



140



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-38



-60



15.8



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-145.0



-70



8.3



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.65



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



25.48



37.79



21.29



18.90



16.66



Integration Time [sec] 0.10



3.28



12.35



9.40



67.65



6.58



13.08



20.6



6.4



33.0



34.0



57.9



RSD [%]



2.14



2.40



2.61



2.46



2948.1



1.015 %



4.150 %



3.6



411.6



47.2



25



6



40



26



57



Avg. Count



4183.2



3908.1



5325.6



4963.7



2984



1.048 %



4.716 %



1



417



45



50



20



100



50



100



Count



4267



3982



5237



5153



5000



2



5



20



500



100



95



107



121



137



208



Range



5000



5000



10000



10000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
140



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
8.3
-38
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



15.8



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-145.0
-70



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.65
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.674
0.696
0.697
0.705



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.711
0.763
0.738
0.764
0.724



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.05
206.05
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.05



24.00
25.00
26.00
59.00



11002
85987



100136
21522
19182
46100



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
19651
71257
9459



65742



488735



488025



101278



90435



217029



490493



488688



101190



91173



216961



Replicate 5



Count



111113



425349



56780



Replicate 4



Count



111742



429608



56927



6596966054



487026



488123



100766



90838



219291



490603



485839



100858



90444



219255



Replicate 3



Count



111980



426436



56515



476281



99914



89790



214817



Replicate 2



Count



111692



430788



56796



66264



206



207



208



Replicate 1



Count



109186



418169



55709



64605



476519



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



1.07
0.54
0.57
0.86



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



485391
100801
90536



217471



RSD%



(Actual)
1.03
1.16
0.87
1.00
1.20



115
206
207
208



Count 



(Mean)
111143
426070
56545
65727



486675



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\.b110619m1.b
Report Comment
Instrument Name G3281A  JP12412081
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SGS North America Inc.



Batch ID Start Date Start Time End Date End time QC Samp 1 QC Samp 2
MP18043 10/28/2019 6:35 10/28/2019 12:15 JC97373-1 JC97373-1F



Block ID1 Therm. ID# Temperature Correction Corrected Temp
1 Start 3 5624823 94 0 94
1 End 3 5624823 95 0 95
2 Start
2 End



Dig. Method
Heating 
Method Auto Pipette #



Digestion 
Tube Lot #



SW846 
3010A



Digestion 
Block M-7 1904119



Sample ID
Bottle 



Number Pres    (Y/N)



Initial 
Sample 
Volume



Final Volume 
in ML



Reagent 
Groups Added



Spike Groups 
Added Comments



MP18043-MB1 N/A N 50 50 AB
MP18043-B1 N/A N 50 50 AB ABCDE
MP18043-S1 2 Y 50 50 AB ABCDE
MP18043-S2 2 Y 50 50 AB ABCDE



MP18043-SD1 2 Y 50 50 AB
JC97373-1 2 Y 50 50 AB



JC97373-1F 4 Y 50 50 AB
JC97373-2 1 Y 50 50 AB



JC97373-2F 2 Y 50 50 AB
JC97373-3 1 Y 50 50 AB
JC97380-1 1 Y 50 50 AB



JC97380-1F 2 Y 50 50 AB
JC97380-2 1 Y 50 50 AB



JC97380-2F 2 Y 50 50 AB
JC97382-1 1 Y 10 50 AB SEDIMENT
JC97382-2 1 Y 10 50 AB SEDIMENT
JC97382-3 1 Y 50 50 AB
JC97469-1 1 Y 10 50 AB SEDIMENT
JC97469-2 1 Y 50 50 AB



MP18043-S3 4 Y 50 50 AB ABCDE
MP18043-S4 4 Y 50 50 AB ABCDE



MP18043-SD2 4 Y 50 50 AB



Group Description MLs Used Group Description MLs Used
A CONC HNO3 3 A ACCUTEST 13B REV1 0.2
B 1:1 HCL 5 B ACCUTEST 14B REV1 0.2
C C MINERALS 1000PPM 0.2
D D AG 20PPM 0.2
E E SE 20PPM 0.8
F F
G G
H H



I



Comments:



Analyst TAYLORG Approved by Wendyz Approved on 10/28/2019



Note: Reagent traceability for batch Start Date  can be seen on the reagent traceability page for this batch.
Serial Dilution samples shown for QC purposes only.
Acceptable Temperature range is 90-95 degrees C unless otherwise noted



Aqueous Metals Digestion Form
Batch Information



Temperature



Methods and Equipment



Reagents Groups Spike Groups



��������	
������	�	�����������������	������� !�"# #���"�$ %&�'(&��(	)*�	 %&�'(&��(	���	
Prep Log MP18043    page 1 of 2
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SGS North America Inc.



General Chemistry



QC Data Summaries



Includes the following where applicable:



• Method Blank and Blank Spike Summaries
• Duplicate Summaries
• Matrix Spike Summaries
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METHOD BLANK AND SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



MB                    Spike      BSP        BSP        QC       
Analyte                        Batch ID          RL         Result     Units      Amount     Result     %Recov     Limits   



Chromium, Hexavalent           GN1652            0.010      0.0        mg/l       0.150      0.15       100.0      90-110% 



Associated Samples: 
Batch GN1652: JC97382-1, JC97382-2, JC97382-3
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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DUPLICATE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   DUP                   QC         
Analyte                        Batch ID          Sample       Units      Result     Result     RPD        Limits     



Chromium, Hexavalent           GN1652            JC97382-1    mg/l       0.020      0.020      0.0        0-20%     



Associated Samples: 
Batch GN1652: JC97382-1, JC97382-2, JC97382-3
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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MATRIX SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97382 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   Spike    MS                    QC         
Analyte                        Batch ID          Sample       Units      Result     Amount   Result     %Rec       Limits     



Chromium, Hexavalent           GN1652            JC97382-1    mg/l       0.020      0.150    0.18       106.7      85-115%   



Associated Samples: 
Batch GN1652: JC97382-1, JC97382-2, JC97382-3
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits



__________________________________________________________________________________________________________________________
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General Chemistry



Raw Data
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Test results relate only to samples analyzed.
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Test results contained within this data package meet the requirements 
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Laura Degenhardt
General Manager
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SGS is the sole authority for authorizing edits or modifications to this document.
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Review standard terms at:  http://www.sgs.com/en/terms-and-conditions



The results set forth herein are provided by SGS North America Inc.
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SGS North America Inc.       Mid-Atlantic    2235 US Highway 130    Dayton, NJ 08810, USA     t +1 (0)732 329 0200    www.sgs.com 



     Member of the SGS Group (SGS SA) 



  



December 4, 2019 



Ms. Tara Lamond 
EA Engineering 
269 West Jefferson Street 
Syracuse, NY 13202 
 
 
RE:  SGS – Dayton,  Job # JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, JC97220, 
JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, JC97989, 
JC98056, JC98407, JC97991 – Reissued reports  



Dear Ms. Lamond,   



The final reports for SGS job numbers JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, 
JC97220, JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, 
JC97989, JC98056, JC98407, JC97991 have been edited to reflect corrections to the final results.  These 
edits have been incorporated into the revised report which is attached.  



Specifically, the data have been revised to report in LOD/LOQ format. When the samples were submitted, 
it was not clear that DOD criteria needed to be met, so these samples were run using in house limits and 
may not meet all DOD criteria. The attached revised report includes all raw data for review (Full Level 4) 
and the case narrative includes a note with this information.   
 
Moving forward, we have made notations in our system to flag this project as needing DOD criteria, so this 
will not be an issue. The Chain of Custody documentation accompanying future samples must also 
indicate that these samples need to meet DOD criteria.  
 
Please contact me if I can be of further assistance in this matter. 



 



Sincerely, 



 
Kristin B. DeGraw 
Manager of Client Services  
SGS North America Inc.  
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SGS North America Inc.



Sample Summary



EA Engineering
Job No: JC97469



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0910



Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID



JC97469-1 10/25/19 09:38 ET 10/25/19 AQ Ground Water RA-WP-111-36-40



JC97469-2 10/25/19 13:10 ET 10/25/19 AQ Equipment Blank RB-102519
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On 10/25/2019, 2 Sample(s), 0 Trip Blank(s) and 0 Field Blank(s) were received at SGS North America Inc. at a maximum 
corrected temperature of 2.2 C. Samples were intact and chemically preserved, unless noted below. A SGS North America Inc. Job 
Number of JC97469 was assigned to the project.  Laboratory sample ID, client sample ID and dates of sample collection are 
detailed in the report’s Results Summary Section. Specified quality control criteria were achieved for this job except as noted 
below.  For more information, please refer to the analytical results and QC summary pages.



Samples were reported in LOD/LOQ format at the request of the client but were run using in house limits and may not meet all 
DOD criteria.



Client: EA Engineering



Site: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Job No JC97469



Report Date 12/4/2019 2:17:32 PM



CASE NARRATIVE / CONFORMANCE SUMMARY



Compounds qualified as out of range in the continuing calibration summary report are acceptable as per method requirements when 
there is a high bias but the sample result is non-detect.



Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18043



All samples were digested within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97373-1FSDL, JC97373-1MS, JC97373-1MSD, JC97373-1SDL were used as the QC samples for metals.



JC97469-2: Results confirmed with undigested sample in MA47752.



General Chemistry By Method SW846 7196A
Matrix: AQ Batch ID: GN1719



All samples were analyzed within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97469-1DUP, JC97469-1MS were used as the QC samples for  Chromium, Hexavalent.



SGS North America Inc. certifies that data reported for samples received, listed on the associated custody chain or analytical task 
order, were produced to specifications meeting the Quality System precision, accuracy and completeness objectives except as noted.



Estimated non-standard method measurement uncertainty data is available on request, based on quality control bias and implicit for 
standard methods. Acceptable uncertainty requires tested parameter quality control data to meet method criteria.



SGS North America Inc. is not responsible for data quality assumptions if partial reports are used and recommends that this report 
be used in its entirety.  Data release is authorized by SGS North America Inc indicated via signature on the report cover



Wednesday, December 04, 2019 Page 1 of 1
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Summary of Hits Page 1 of 1     
Job Number: JC97469
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/25/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



JC97469-1 RA-WP-111-36-40



Chromium 355 10 3.1 a ug/l SW846 6020B
Chromium, Hexavalent 0.0078 J 0.010 0.0080 mg/l SW846 7196A



JC97469-2 RB-102519



Chromium 57.6 2.0 0.62 a ug/l SW846 6020B



(a) Value reported is laboratory DL (MDL).
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SGS North America Inc.



Sample Results



Report of Analysis
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-111-36-40 



Lab Sample ID: JC97469-1 Date Sampled: 10/25/19 



Matrix: AQ - Ground Water   Date Received: 10/25/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Chromium 355 10 3.1 a 3.1 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 2



(1) Instrument QC Batch: MA47746



(2) Prep QC Batch: MP18043



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-111-36-40 



Lab Sample ID: JC97469-1 Date Sampled: 10/25/19 



Matrix: AQ - Ground Water   Date Received: 10/25/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0078 J 0.010 0.0080 0.0058 mg/l 1 10/25/19 23:25 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RB-102519 



Lab Sample ID: JC97469-2 Date Sampled: 10/25/19 



Matrix: AQ - Equipment Blank   Date Received: 10/25/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Chromium 57.6 2.0 0.62 a 0.62 ug/l 2 10/28/19 11/04/19 SN SW846 6020B 1 SW846 3010A 2



(1) Instrument QC Batch: MA47746



(2) Prep QC Batch: MP18043



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RB-102519 



Lab Sample ID: JC97469-2 Date Sampled: 10/25/19 



Matrix: AQ - Equipment Blank   Date Received: 10/25/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0080 U 0.010 0.0080 0.0058 mg/l 1 10/25/19 23:25 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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SGS North America Inc.



Misc. Forms



Custody Documents and Other Forms



Includes the following where applicable:



• Chain of Custody
• Sample Tracking Chronicle
• Internal Chain of Custody
• QC Evaluation: DOD QSM5.x Limits



Dayton, NJ
Section 5
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CHAIN OF CUSTODY



SGS North America lnc. - Dayton
2235 Route 130, Dayton, NJ 08810



TEL.732-3294200 FAX: 732-329-3400/3.O0



Page I of I
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Job Number: JC97469 Client:



Date / Time Received: 10/25/2019 4:50:00 PM Delivery Method:



Project:



4. No. Coolers: 1



Airbill #'s:



Cooler Security



1. Custody Seals Present:



  Y   or   N  



2. Custody Seals Intact:



3. COC Present:



4. Smpl Dates/Time OK



2. Cooler temp verification:



Cooler Temperature   Y   or   N  



1. Temp criteria achieved:



3. Cooler media:



IR Gun



Ice (Bag)



Quality Control  Preservation   Y    or   N        N/A



1. Trip Blank present / cooler:



2. Trip Blank listed on COC:



3. Samples preserved properly:



4. VOCs headspace free:



Sample Integrity - Documentation   Y     or     N  



1. Sample labels present on bottles:



2. Container labeling complete:



3. Sample container label / COC agree:



Sample Integrity - Condition   Y     or     N  



1. Sample recvd within HT:



3. Condition of sample:



2. All containers accounted for:



Sample Integrity - Instructions



1. Analysis requested is clear:



2. Bottles received for unspecified tests



3. Sufficient volume recvd for analysis:



4. Compositing instructions clear:



5. Filtering instructions clear:



Intact



  Y   or   N  



Comments



 Y     or    N          N/A



Cooler Temps (Raw Measured) °C:



Cooler Temps (Corrected) °C:



 Cooler 1: (2.4); 



 Cooler 1: (2.2); 



SM089-03
Rev. Date 12/7/17



SGS Sample Receipt Summary



Test Strip Lot #s: pH 1-12: 229517 pH 12+: 208717 Other:  (Specify)



JC97469: Chain of Custody
Page 2 of 3
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SGS North America Inc.



Internal Sample Tracking Chronicle



EA Engineering
Job No: JC97469



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0910



Sample
Number Method Analyzed By Prepped By Test Codes



JC97469-1 Collected: 25-OCT-19 09:38  By: ET Received: 25-OCT-19  By: AS
RA-WP-111-36-40



JC97469-1 SW846 7196A 25-OCT-19 23:25 EB XCR
JC97469-1 SW846 6020B 04-NOV-19 02:13 SN 28-OCT-19 TG CRMS



JC97469-2 Collected: 25-OCT-19 13:10  By: ET Received: 25-OCT-19  By: AS
RB-102519



JC97469-2 SW846 7196A 25-OCT-19 23:25 EB XCR
JC97469-2 SW846 6020B 04-NOV-19 02:18 SN 28-OCT-19 TG CRMS



Page 1 of 1      
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SGS Internal Chain of Custody Page 1 of 1     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Received: 10/25/19



Sample.Bottle Transfer Transfer
Number FROM TO Date/Time Reason



JC97469-1.1 Secured Storage Taylor Gorman 10/28/19 05:36 Retrieve from Storage
JC97469-1.1 Taylor Gorman Lindsey Lee 10/28/19 07:43 Custody Transfer
JC97469-1.1 Lindsey Lee Secured Storage 10/28/19 10:34 Return to Storage



JC97469-1.1.1 Taylor Gorman Metals Digestion 10/28/19 07:35 Digestate from JC97469-1.1
JC97469-1.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97469-1.1
JC97469-1.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage



JC97469-2.1 Secured Storage Taylor Gorman 10/28/19 05:36 Retrieve from Storage
JC97469-2.1 Taylor Gorman Lindsey Lee 10/28/19 07:43 Custody Transfer
JC97469-2.1 Lindsey Lee Secured Storage 10/28/19 10:34 Return to Storage



JC97469-2.1.1 Taylor Gorman Metals Digestion 10/28/19 07:35 Digestate from JC97469-2.1
JC97469-2.1.1 Metals Digestion Taylor Gorman 10/28/19 07:36 Digestate from JC97469-2.1
JC97469-2.1.1 Taylor Gorman Metals Digestate Storage 10/28/19 07:36 Return to Storage
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QC Evaluation: DOD QSM5.x Limits Page 1 of 1     
Job Number: JC97469
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/25/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18043 SW846 6020B



MP18043-B1 7440-47-3 Chromium BSP REC 92.1 % 85-116
MP18043-S1* 7440-47-3 Chromium MS REC 102.5 % 85-116
MP18043-S2* 7440-47-3 Chromium MSD REC 105 % 85-116
MP18043-S2* 7440-47-3 Chromium MSD RPD .4 % 20



GN1719 SW846 7196A



GN1719-B1 18540-29-9 Chromium, Hexavalent BSP REC 100 % 90-111
GN1719-S1 18540-29-9 Chromium, Hexavalent MS REC 88.1 % 90-111
GN1719-D1 18540-29-9 Chromium, Hexavalent DUP RPD 12 % 20



* Sample used for QC is not from job JC97469
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SGS North America Inc.



Metals Analysis



QC Data Summaries



Includes the following where applicable:



• Instrument Runlogs
• Initial and Continuing Calibration Blanks
• Initial and Continuing Calibration Checks
• High and Low Check Standards
• Interfering Element Check Standards
• Method Blank Summaries
• Matrix Spike and Duplicate Summaries
• Blank Spike and Lab Control Sample Summaries
• Serial Dilution Summaries
• IDL and Linear Range Summaries



Dayton, NJ
Section 6
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



15:53  MA47746-STD1    1                 See rerun, sample intro not stable. 



15:58  MA47746-STD2    1                 See rerun, sample intro not stable. 



16:03  MA47746-STD3    1                 STDA 



16:08  MA47746-STD4    1                 STDB 



16:13  MA47746-STD5    1                 STDC 



16:18  MA47746-STD6    1                 STDD 



16:23  MA47746-STD7    1                 STDE 



16:28  MA47746-STD8    1                 STDF 



16:33  MA47746-STD9    1                 STDG 



16:38  MA47746-STD10   1                 STDH 



16:43  MA47746-STD11   1                 STDI 



16:48  MA47746-STD12   1                 STDJ 



16:58  ZZZZZZ          1                  



17:17  MA47746-ICVA1   1                  



17:22  MA47746-ICV1    1                 60ppb Al. 



17:32  MA47746-ICB1    1                  



17:37  MA47746-CCVA1   1                  



17:42  MA47746-CCB1    1                  



17:47  MA47746-CRI1    1                 See rerun 



17:58  MA47746-CRI2    1                  



18:11  MA47746-ICSA1   1                  



18:16  MA47746-ICSAB1  1                  



18:21  ZZZZZZ          1                  



18:26  ZZZZZZ          1                  



18:31  MA47746-CCVA2   1                  



18:36  MA47746-CCB2    1                  



18:41  MP18161-MB1     1                  



18:46  MP18161-B1      1                  



18:51  MP18161-S1      1                  



18:56  MP18161-S2      1                  



19:01  JC97339-3A      1                 (sample used for QC only; not part of login JC97469) 



19:06  MP18161-S3      1                  



19:11  MP18161-S4      1                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



19:16  JC97339-3FA     1                 (sample used for QC only; not part of login JC97469) 



19:21  ZZZZZZ          1                  



19:26  ZZZZZZ          1                  



19:31  MA47746-CCVA3   1                  



19:36  MA47746-CCB3    1                  



19:41  ZZZZZZ          1                  



19:46  ZZZZZZ          1                  



19:51  ZZZZZZ          1                  



19:56  ZZZZZZ          1                  



20:01  ZZZZZZ          1                  



20:06  ZZZZZZ          1                  



20:11  ZZZZZZ          1                  



20:16  ZZZZZZ          1                  



20:21  ZZZZZZ          1                  



20:26  ZZZZZZ          1                  



20:31  MA47746-CCVA4   1                  



20:36  MA47746-CCB4    1                  



20:41  ZZZZZZ          1                  



20:46  ZZZZZZ          1                  



20:51  ZZZZZZ          1                  



20:56  ZZZZZZ          1                  



21:01  ZZZZZZ          1                  



21:06  ZZZZZZ          1                  



21:11  MP18162-MB1     1                  



21:16  MP18162-B1      1                  



21:21  MP18162-S1      1                  



21:26  MP18162-S2      1                  



21:31  MA47746-CCVA5   1                  



21:36  MA47746-CCB5    1                  



21:41  JC97339-11A     1                 (sample used for QC only; not part of login JC97469) 



21:46  ZZZZZZ          1                  



21:51  ZZZZZZ          1                  



21:56  ZZZZZZ          1                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



22:01  ZZZZZZ          1                  



22:06  ZZZZZZ          1                  



22:11  ZZZZZZ          1                  



22:16  ZZZZZZ          1                  



22:22  ZZZZZZ          1                  



22:26  ZZZZZZ          1                  



22:32  MA47746-CCVA6   1                  



22:37  MA47746-CCB6    1                  



22:42  MP18163-MB1     1                  



22:47  MP18163-B1      1                  



22:52  MP18163-S1      1                 As overrange 



22:57  MP18163-S2      1                 As overrange 



23:02  JC97339-17A     1                 (sample used for QC only; not part of login JC97469) 



23:07  ZZZZZZ          1                  



23:12  ZZZZZZ          1                  



23:17  ZZZZZZ          1                  



23:22  ZZZZZZ          1                  



23:27  ZZZZZZ          1                  



23:32  MA47746-CCVA7   1                  



23:37  MA47746-CCB7    1                  



23:42  ZZZZZZ          1                  



23:47  ZZZZZZ          1                  



23:52  ZZZZZZ          1                  



23:57  MP18043-MB1     2                  



00:02  MP18043-B1      2                  



00:07  MA47746-CCVA8   1                  



00:12  MA47746-CCB8    1                  



00:17  MP18043-S1      2                 To reanalysis for Zn. Cr=380ppb 



00:22  MP18043-S2      2                 To reanalysis for Zn. Cr=380ppb 



00:27  JC97373-1       2                 (sample used for QC only; not part of login JC97469) 



00:32  MP18043-SD1     10                To reanalysis for Zn. Cr=380ppb 



00:37  MP18043-S3      2                 To reanalysis for Zn. Cr=380ppb 



00:42  MP18043-S4      2                 To reanalysis for Zn. Cr=380ppb 



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



00:47  JC97373-1F      2                 (sample used for QC only; not part of login JC97469) 



00:52  MP18043-SD2     10                To reanalysis for Zn. Cr=380ppb 



00:57  ZZZZZZ          2                  



01:02  ZZZZZZ          2                  



01:07  MA47746-CCVA9   1                  



01:12  MA47746-CCB9    1                  



01:17  ZZZZZZ          2                  



01:22  ZZZZZZ          2                  



01:27  ZZZZZZ          2                  



01:32  ZZZZZZ          2                  



01:37  ZZZZZZ          2                  



01:42  ZZZZZZ          2                  



01:47  ZZZZZZ          2                  



01:52  ZZZZZZ          2                  



01:57  ZZZZZZ          1                  



02:02  MA47746-CCVA10  1                  



02:08  MA47746-CCB10   1                  



02:13  JC97469-1       2                  



02:18  JC97469-2       2                 Results confirmed with undigested sample in MA47752. 



02:23  ZZZZZZ          1                  



02:28  ZZZZZZ          1                  



02:33  ZZZZZZ          1                  



02:38  MA47746-CCVA11  1                  



Refer to raw data for calibration curve and standards.



_________________________________________________________________________________________________________
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



16:58  ZZZZZZ          1        



17:17  MA47746-ICVA1   1        X 



17:22  MA47746-ICV1    1          



17:32  MA47746-ICB1    1        X 



17:37  MA47746-CCVA1   1        X 



17:42  MA47746-CCB1    1        X 



17:47  MA47746-CRI1    1        See rerun



17:58  MA47746-CRI2    1        X 



18:11  MA47746-ICSA1   1        X 



18:16  MA47746-ICSAB1  1        X 



18:21  ZZZZZZ          1        



18:26  ZZZZZZ          1        



18:31  MA47746-CCVA2   1        X 



18:36  MA47746-CCB2    1        X 



18:41  MP18161-MB1     1          



18:46  MP18161-B1      1          



18:51  MP18161-S1      1          



18:56  MP18161-S2      1          



19:01  JC97339-3A      1          (a)



19:06  MP18161-S3      1          



19:11  MP18161-S4      1          



19:16  JC97339-3FA     1          (a)



19:21  ZZZZZZ          1        



19:26  ZZZZZZ          1        



19:31  MA47746-CCVA3   1        X 



19:36  MA47746-CCB3    1        X 



19:41  ZZZZZZ          1        



19:46  ZZZZZZ          1        



19:51  ZZZZZZ          1        



19:56  ZZZZZZ          1        



20:01  ZZZZZZ          1        



20:06  ZZZZZZ          1        



20:11  ZZZZZZ          1        



Element: C
r



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



20:16  ZZZZZZ          1        



20:21  ZZZZZZ          1        



20:26  ZZZZZZ          1        



20:31  MA47746-CCVA4   1        X 



20:36  MA47746-CCB4    1        X 



20:41  ZZZZZZ          1        



20:46  ZZZZZZ          1        



20:51  ZZZZZZ          1        



20:56  ZZZZZZ          1        



21:01  ZZZZZZ          1        



21:06  ZZZZZZ          1        



21:11  MP18162-MB1     1          



21:16  MP18162-B1      1          



21:21  MP18162-S1      1          



21:26  MP18162-S2      1          



21:31  MA47746-CCVA5   1        X 



21:36  MA47746-CCB5    1        X 



21:41  JC97339-11A     1          (a)



21:46  ZZZZZZ          1        



21:51  ZZZZZZ          1        



21:56  ZZZZZZ          1        



22:01  ZZZZZZ          1        



22:06  ZZZZZZ          1        



22:11  ZZZZZZ          1        



22:16  ZZZZZZ          1        



22:22  ZZZZZZ          1        



22:26  ZZZZZZ          1        



22:32  MA47746-CCVA6   1        X 



22:37  MA47746-CCB6    1        X 



22:42  MP18163-MB1     1          



22:47  MP18163-B1      1          



22:52  MP18163-S1      1          



22:57  MP18163-S2      1          



Element: C
r



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



23:02  JC97339-17A     1          (a)



23:07  ZZZZZZ          1        



23:12  ZZZZZZ          1        



23:17  ZZZZZZ          1        



23:22  ZZZZZZ          1        



23:27  ZZZZZZ          1        



23:32  MA47746-CCVA7   1        X 



23:37  MA47746-CCB7    1        X 



23:42  ZZZZZZ          1        



23:47  ZZZZZZ          1        



23:52  ZZZZZZ          1        



23:57  MP18043-MB1     2        X 



00:02  MP18043-B1      2        X 



00:07  MA47746-CCVA8   1        X 



00:12  MA47746-CCB8    1        X 



00:17  MP18043-S1      2          



00:22  MP18043-S2      2          



00:27  JC97373-1       2          (a)



00:32  MP18043-SD1     10         



00:37  MP18043-S3      2          



00:42  MP18043-S4      2          



00:47  JC97373-1F      2          (a)



00:52  MP18043-SD2     10         



00:57  ZZZZZZ          2        



01:02  ZZZZZZ          2        



01:07  MA47746-CCVA9   1        X 



01:12  MA47746-CCB9    1        X 



01:17  ZZZZZZ          2        



01:22  ZZZZZZ          2        



01:27  ZZZZZZ          2        



01:32  ZZZZZZ          2        



01:37  ZZZZZZ          2        



01:42  ZZZZZZ          2        



Element: C
r



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



01:47  ZZZZZZ          2        



01:52  ZZZZZZ          2        



01:57  ZZZZZZ          1        



02:02  MA47746-CCVA10  1        X 



02:08  MA47746-CCB10   1        X 



02:13  JC97469-1       2        X 



02:18  JC97469-2       2        X 



02:23  ZZZZZZ          1        



02:28  ZZZZZZ          1        



02:33  ZZZZZZ          1        



02:38  MA47746-CCVA11  1        X 



(a) Sample used for QC only; not part of login JC97469.



Element: C
r



_________________________________________________________________________________________________________ 
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



15:53  MA47746-STD1   No results reported for the elements associated with this internal standard.



15:58  MA47746-STD2   No results reported for the elements associated with this internal standard.



16:03  MA47746-STD3   100       100       100       100       100       100       100       100       



16:08  MA47746-STD4   101.872   100.325   106.146   99.625    99.215    108.405   99.889    100.144   



16:13  MA47746-STD5   101.519   100.127   111.78    99.654    98.211    111.871   99.166    99.3      



16:18  MA47746-STD6   99.101    100.155   104.926   99.159    98.722    107.81    99.189    100.032   



16:23  MA47746-STD7   98.31     98.698    105.033   99.213    98.103    108.035   99.262    99.549    



16:28  MA47746-STD8   98.578    98.136    105.007   97.218    97.56     106.509   97.501    99.227    



16:33  MA47746-STD9   95.566    98.301    105.173   98.231    96.933    106.562   99.476    98.848    



16:38  MA47746-STD10  98.021    100.981   107.642   99.683    98.572    110.014   99.9      100.753   



16:43  MA47746-STD11  98.001    101.052   107.297   99.441    99.548    109.311   99.113    99.544    



16:48  MA47746-STD12  94.965    100.506   107.9     100.277   98.347    108.905   99.053    98.942    



16:58  ZZZZZZ         96.201    100.504   110.052   100.923   99.436    110.473   100.88    100.838   



17:17  MA47746-ICVA1  96.813    99.812    111.81    101.284   98.957    112.775   99.897    100.106   



17:22  MA47746-ICV1   97.866    100.047   110.809   99.753    99.299    111.88    101.021   99.982    



17:32  MA47746-ICB1   97.518    100.506   110.559   99.5      98.54     111.922   99.241    100.349   



17:37  MA47746-CCVA1  97.525    101.396   111.089   99.977    99.59     111.917   98.595    101.069   



17:42  MA47746-CCB1   97.705    100.071   109.062   99.203    98.893    109.654   99.18     100.276   



17:47  MA47746-CRI1   No results reported for the elements associated with this internal standard.



17:58  MA47746-CRI2   97.054    100.812   113.591   102.754   99.929    114.129   101.259   100.025   



18:11  MA47746-ICSA1  91.507    98.52     113.309   115.617   98.46     112.622   107.001   94.865    



18:16  MA47746-ICSAB1 91.795    100.203   102.662   103.848   99.199    105.282   100.93    95.839    



18:21  ZZZZZZ         91.742    97.418    107.517   100.619   97.907    110.696   100.619   98.535    



18:26  ZZZZZZ         92.85     98.077    100.019   99.829    97.931    102.424   100.144   99.592    



18:31  MA47746-CCVA2  92.117    98.863    108.431   101.017   98.715    110.225   99.11     99.417    



18:36  MA47746-CCB2   93.181    98.507    107.901   100.487   98.241    110.375   100.533   98.358    



18:41  MP18161-MB1    95.471    100.287   109.265   101.24    100.405   110.854   101.105   101.696   



18:46  MP18161-B1     94.969    101.386   108.557   100.997   100.879   111.196   100.378   101.437   



18:51  MP18161-S1     91.765    99.527    108.362   99.898    97.678    109.563   98.609    100.003   



18:56  MP18161-S2     91.175    101.695   111.474   101.713   100.181   111.055   100.534   102.006   



19:01  JC97339-3A     92.087    100.919   110.969   93.299    99.141    112.692   91.299    99.845    



19:06  MP18161-S3     92        100.581   110.125   102.114   99.012    111.448   100.627   100.903   



19:11  MP18161-S4     92.651    101.469   109.762   100.932   100.716   111.434   100.268   101.42    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



19:16  JC97339-3FA    94.188    99.932    108.846   100.297   99.3      111.62    99.542    99.61     



19:21  ZZZZZZ         93.918    99.207    107.887   100.793   98.318    109.326   99.668    99.172    



19:26  ZZZZZZ         94.61     98.31     106.655   99.349    98.191    109.8     98.445    98.958    



19:31  MA47746-CCVA3  91.666    96.188    106.386   98.275    96.491    107.848   97.844    98.186    



19:36  MA47746-CCB3   94.127    97.127    104.734   98.22     96.878    106.776   98.16     97.777    



19:41  ZZZZZZ         92.605    98.317    105.718   98.312    97.118    107.447   97.325    98.176    



19:46  ZZZZZZ         92.589    98.063    103.287   98.883    97.177    105.162   98.293    98.454    



19:51  ZZZZZZ         93.502    99.645    108.09    99.774    98.074    110.425   98.851    99.118    



19:56  ZZZZZZ         95.195    100.216   107.042   100.266   98.604    108.443   99.913    98.872    



20:01  ZZZZZZ         94.798    98.919    108.034   99.918    97.825    108.213   99.16     98.248    



20:06  ZZZZZZ         93.896    99.208    106.779   98.992    97.905    109.027   98.905    98.73     



20:11  ZZZZZZ         94.828    97.714    107.086   99.885    98.014    108.862   98.881    97.639    



20:16  ZZZZZZ         94.396    98.055    106.452   99.466    97.956    109.108   98.963    98.643    



20:21  ZZZZZZ         93.59     98.319    105.71    89.422    97.298    107.947   91.253    98.337    



20:26  ZZZZZZ         93.705    96.295    105.264   98.157    96.76     106.933   98.117    97.073    



20:31  MA47746-CCVA4  93.592    96.769    104.691   97.229    95.899    106.732   96.505    97.242    



20:36  MA47746-CCB4   94.38     96.958    104.357   98.421    96.059    107.359   98.507    96.706    



20:41  ZZZZZZ         92.407    97.02     106.184   98.989    96.397    106.839   98.121    96.539    



20:46  ZZZZZZ         92.347    96.394    105.224   98.537    96.699    106.656   97.952    96.312    



20:51  ZZZZZZ         92.826    97.135    106.492   99.036    96.165    108.016   98.211    97.037    



20:56  ZZZZZZ         93.182    96.629    106.335   99.453    96.259    108.582   98.838    95.958    



21:01  ZZZZZZ         93.024    98.036    106.582   99.943    96.378    106.781   97.302    96.592    



21:06  ZZZZZZ         86.62     88.484    107.268   99.601    89.768    107.714   97.344    89.778    



21:11  MP18162-MB1    98.405    97.982    108.001   101.359   97.451    109.194   100.079   98.283    



21:16  MP18162-B1     95.553    95.824    105.386   99.541    96.377    106.679   98.005    97.357    



21:21  MP18162-S1     92.941    95.604    105.656   88.679    95.141    107.167   87.639    96.373    



21:26  MP18162-S2     92.025    96.393    106.56    100.975   95.128    107.64    97.723    96.617    



21:31  MA47746-CCVA5  93.516    95.501    105.911   99.272    95.158    107.525   96.826    96.655    



21:36  MA47746-CCB5   93.794    94.818    97.659    98.532    95.343    99.332    97.77     95.51     



21:41  JC97339-11A    92.735    95.748    106.411   99.336    94.123    109.242   97.434    95.576    



21:46  ZZZZZZ         94.837    96.421    106.437   99.786    95.156    107.067   97.855    95.728    



21:51  ZZZZZZ         94.336    95.45     105.487   98.7      95.201    107.572   97.327    95.959    



21:56  ZZZZZZ         94.581    94.151    105.06    99.039    94.397    107.268   97.843    94.954    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



22:01  ZZZZZZ         92.515    94.252    105.039   98.307    95.153    107.186   96.979    94.66     



22:06  ZZZZZZ         94.444    94.515    104.436   99.169    94.825    106.524   97.768    95.94     



22:11  ZZZZZZ         93.364    94.1      103.611   97.06     94.031    104.522   96.302    93.191    



22:16  ZZZZZZ         93.174    93.743    104.079   97.452    93.315    106.196   96.306    94.292    



22:22  ZZZZZZ         92.876    93.273    105.639   98.416    93.236    106.435   97.171    93.706    



22:26  ZZZZZZ         94.562    94.252    104.357   99.089    94.237    106.283   96.601    95.344    



22:32  MA47746-CCVA6  94.308    93.353    103.935   97.034    92.705    104.32    95.644    94.157    



22:37  MA47746-CCB6   93.497    93.301    103.487   99.026    92.894    105.69    96.434    93.578    



22:42  MP18163-MB1    95.482    94.514    106.169   98.327    94.609    106.208   97.133    95.214    



22:47  MP18163-B1     94.941    93.943    104.411   97.649    94.328    106.077   96.496    94.735    



22:52  MP18163-S1     92.343    93.147    103.565   98.316    92.488    105.441   96.315    94.136    



22:57  MP18163-S2     93.141    93.689    103.609   97.07     93.417    104.383   95.434    94.681    



23:02  JC97339-17A    93.715    93.278    102.584   95.949    92.951    103.657   94.923    94.126    



23:07  ZZZZZZ         92.03     94.909    104.938   96.192    92.38     104.072   93.096    92.591    



23:12  ZZZZZZ         93.294    94.546    104.017   96.953    92.397    104.433   94.279    93.425    



23:17  ZZZZZZ         94.627    93.075    102.296   95.272    93.444    103.223   94.865    94.326    



23:22  ZZZZZZ         94.944    93.954    101.501   96.563    92.728    103.073   94.347    93.072    



23:27  ZZZZZZ         94.557    92.863    102.278   96.131    92.251    102.791   95.234    93.649    



23:32  MA47746-CCVA7  94.471    92.497    102.56    97.545    92.559    103.401   95.584    93.226    



23:37  MA47746-CCB7   96.539    93.23     105.935   94.99     92.981    104.87    94.178    93.415    



23:42  ZZZZZZ         95.056    94.083    102.544   95.161    93.188    104.712   93.981    93.487    



23:47  ZZZZZZ         94.065    92.722    101.841   89.089    92.253    103.466   87.803    92.373    



23:52  ZZZZZZ         94.784    93.722    102.549   95.836    91.96     102.456   93.318    92.988    



23:57  MP18043-MB1    93.97     89.464    96.992    94.821    92.647    101.655   102.55    92.273    



00:02  MP18043-B1     94.031    89.762    96.934    96.166    92.771    99.858    103.195   91.727    



00:07  MA47746-CCVA8  95.767    92.929    103.503   95.734    92.391    103.522   93.54     93.713    



00:12  MA47746-CCB8   94.915    91.808    102.527   95.307    90.819    103.582   93.818    92.14     



00:17  MP18043-S1     92.915    89.859    97.309    96.74     93.284    100.908   103.7     92.928    



00:22  MP18043-S2     91.44     88.305    95.58     96.646    90.621    100.328   105.54    91.896    



00:27  JC97373-1      92.308    88.23     95.566    94.889    91.163    101.726   101.596   91.85     



00:32  MP18043-SD1    93.847    90.14     100.599   92.975    89.894    101.776   91.902    90.033    



00:37  MP18043-S3     92.328    87.699    95.571    95.423    91.159    100.029   103.262   91.677    



00:42  MP18043-S4     92.196    87.262    94.909    95.629    91.882    100.108   103.737   91.806    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



00:47  JC97373-1F     91.315    86.687    94.538    93.074    90.674    100.498   102.843   90.466    



00:52  MP18043-SD2    94.978    89.458    98.895    92.633    89.112    100.753   91.37     89.956    



00:57  ZZZZZZ         91.815    87.971    95.947    95.143    90.568    100.459   102.299   91.21     



01:02  ZZZZZZ         93.485    88.52     95.224    88.494    92.205    99.447    99.514    91.154    



01:07  MA47746-CCVA9  92.978    90.657    100.791   95.432    89.75     102.157   91.995    91.415    



01:12  MA47746-CCB9   95.418    89.77     100.554   94.448    88.429    100.57    92.63     89.216    



01:17  ZZZZZZ         94.296    88.244    97.055    96.265    90.69     100.925   105.753   90.301    



01:22  ZZZZZZ         94.214    89.271    98.221    97.328    91.789    102.447   108.636   92.022    



01:27  ZZZZZZ         95.839    90.178    96.552    96.883    92.484    100.506   106.884   92.09     



01:32  ZZZZZZ         96.583    89.915    98.137    97.176    93.199    102.133   106.632   93.047    



01:37  ZZZZZZ         95.497    90.071    97.859    97.926    92.78     102.279   106.867   93.029    



01:42  ZZZZZZ         94.647    90.149    96.264    101.2     91.071    98.582    106.011   90.644    



01:47  ZZZZZZ         92.087    87.425    95.827    94.754    89.727    99.273    102.141   88.387    



01:52  ZZZZZZ         95.271    86.489    94.648    94.996    90.625    99.194    105.134   90.119    



01:57  ZZZZZZ         93.865    89.142    98.375    92.921    88.44     98.414    90.676    89.201    



02:02  MA47746-CCVA10 93.171    90.057    101.677   94.328    89.388    100.872   91.794    89.679    



02:08  MA47746-CCB10  96.114    90.102    99.255    92.746    88.881    99.805    91.368    90.132    



02:13  JC97469-1      92.97     90.871    99.047    79.697    88.964    99.544    87.42     89.061    



02:18  JC97469-2      94.853    87.076    95.2      93.888    89.864    99.309    102.91    89.35     



02:23  ZZZZZZ         94.737    89.297    98.227    92.167    87.583    98.446    91.002    88.696    



02:28  ZZZZZZ         96.306    88.829    98.341    91.735    87.71     98.105    89.843    88.329    



02:33  ZZZZZZ         96.424    88.593    98.597    92.187    87.577    98.355    90.266    88.091    



02:38  MA47746-CCVA11 96.672    90.942    101.242   92.765    89.339    100.951   90.645    89.607    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (72-1)         60-125 %   60-125 %  
Istd#6  Germanium (72-2)         60-125 %   60-125 %  
Istd#7  Germanium (72-3)         60-125 %   60-125 %  
Istd#8  Germanium (74-1)         60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



15:53  MA47746-STD1   No results reported for the elements associated with this internal standard.



15:58  MA47746-STD2   No results reported for the elements associated with this internal standard.



16:03  MA47746-STD3   100       100       100       100       100       100       100       100       



16:08  MA47746-STD4   106.306   99.869    98.983    105.38    100.49    100.11    106.051   100.531   



16:13  MA47746-STD5   110.539   99.776    99.528    110.912   100.695   98.816    110.931   99.08     



16:18  MA47746-STD6   107.04    99.641    99.762    106.229   100.461   99.623    105.409   100.002   



16:23  MA47746-STD7   106.472   99.365    99.082    105.495   100.734   99.306    105.054   98.948    



16:28  MA47746-STD8   106.063   96.89     98.987    104.068   98.715    99.115    104.756   99.862    



16:33  MA47746-STD9   106.549   99.925    97.65     104.571   100.731   98.703    105.858   99.91     



16:38  MA47746-STD10  108.585   101.067   98.746    105.42    100.465   100.029   107.665   100.538   



16:43  MA47746-STD11  107.719   98.946    98.689    104.301   98.953    99.68     105.892   100.957   



16:48  MA47746-STD12  107.939   99.139    96.515    103.345   98.192    97.282    105.639   100.775   



16:58  ZZZZZZ         110.343   100.356   100.427   107.668   101.279   100.561   109.138   102.898   



17:17  MA47746-ICVA1  111.724   101.459   97.726    105.794   97.532    99.028    110.036   101.939   



17:22  MA47746-ICV1   110.032   100.195   100.685   108.163   101.905   100.792   110.047   101.627   



17:32  MA47746-ICB1   111.079   98.66     100.065   107.321   101.155   100.086   109.851   103.356   



17:37  MA47746-CCVA1  110.483   99.179    99.71     105.573   99.054    100.266   109.06    101.742   



17:42  MA47746-CCB1   109.405   98.823    99.706    107.005   101.271   99.835    108.649   101.132   



17:47  MA47746-CRI1   No results reported for the elements associated with this internal standard.



17:58  MA47746-CRI2   113.309   101.397   100.614   108.792   101.039   101.414   112.121   101.923   



18:11  MA47746-ICSA1  108.493   103.661   89.285    95.744    97.422    92.477    102.7     100.308   



18:16  MA47746-ICSAB1 100.018   97.554    90.053    88.306    90.166    93.181    93.079    100.767   



18:21  ZZZZZZ         109.527   100.047   99.15     105.702   101.771   99.285    108.543   102.697   



18:26  ZZZZZZ         101.511   100.037   99.34     99.109    102.141   99.997    100.865   102.458   



18:31  MA47746-CCVA2  109.485   99.47     98.045    104.525   99.495    99.375    107.705   101.71    



18:36  MA47746-CCB2   109.858   100.507   99.763    106.313   103.243   100.064   107.665   102.172   



18:41  MP18161-MB1    110.798   101.746   101.366   108.1     104.943   101.301   109.643   103.4     



18:46  MP18161-B1     110.321   99.952    100.363   106.401   101.62    101.479   108.337   103.64    



18:51  MP18161-S1     108.885   100.259   96.511    102.328   98.548    98.591    106.877   102.862   



18:56  MP18161-S2     110.786   100.9     98.755    104.497   98.126    101.64    108.046   105.496   



19:01  JC97339-3A     111.608   91.445    97.328    104.543   91.3      100.248   109.068   104.945   



19:06  MP18161-S3     109.955   101.683   96.606    103.154   99.504    99.465    107.8     102.92    



19:11  MP18161-S4     109.731   100.749   97.658    103.876   99.22     100.002   107.899   103.324   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



19:16  JC97339-3FA    109.65    99.381    96.905    103.025   99.649    100.51    106.519   104.301   



19:21  ZZZZZZ         108.504   99.478    96.959    102.894   99.842    99.405    106.338   103.236   



19:26  ZZZZZZ         108.702   99.3      96.348    102.827   99.52     100.008   106.063   103.238   



19:31  MA47746-CCVA3  107.442   98.178    95.708    103.054   98.986    96.89     105.511   101.578   



19:36  MA47746-CCB3   106.1     98.344    98.362    104.781   101.561   98.682    105.389   102.209   



19:41  ZZZZZZ         107.282   98.081    96.17     101.852   98.997    98.165    104.402   104.293   



19:46  ZZZZZZ         105.795   98.922    95.432    99.131    99.435    98.537    101.793   102.932   



19:51  ZZZZZZ         109.416   99.557    95.66     102.893   98.933    98.818    106.435   104.877   



19:56  ZZZZZZ         107.516   100.074   96.407    100.453   99.184    99.455    104.299   104.514   



20:01  ZZZZZZ         106.962   98.108    95.037    100.872   98.297    98.249    104.879   102.974   



20:06  ZZZZZZ         107.785   99.457    96.424    101.511   98.944    99.401    105.018   104.901   



20:11  ZZZZZZ         108.374   99.122    95.937    102.209   99.157    98.733    105.961   103.636   



20:16  ZZZZZZ         107.92    98.657    96.694    102.777   99.214    98.868    105.513   104.801   



20:21  ZZZZZZ         107.255   91.295    95.899    101.44    90.019    98.827    104.905   104.715   



20:26  ZZZZZZ         106.095   97.649    95.299    101.002   98.646    97.788    104.191   103.727   



20:31  MA47746-CCVA4  105.689   97.879    96.255    101.839   98.712    97.632    103.947   101.913   



20:36  MA47746-CCB4   105.928   99.102    98.02     102.875   102.132   99.13     104.569   102.977   



20:41  ZZZZZZ         106.429   97.719    94.701    100.684   97.405    97.871    104.472   104.474   



20:46  ZZZZZZ         104.698   97.705    94.312    99.824    98.162    97.742    103.849   103.187   



20:51  ZZZZZZ         106.49    98.456    94.155    101.007   98.422    97.258    104.887   103.683   



20:56  ZZZZZZ         107.02    98.478    93.57     100.653   98.546    97.144    104.932   103.835   



21:01  ZZZZZZ         105.985   98.154    93.359    99.793    97.064    97.306    104.644   103.651   



21:06  ZZZZZZ         106.724   97.669    85.184    99.406    96.251    88.783    104.669   92.975    



21:11  MP18162-MB1    108.327   100.397   98.566    104.839   102.43    99.842    106.755   104.629   



21:16  MP18162-B1     106.484   98.288    95.97     101.715   99.586    98.482    105.409   104.303   



21:21  MP18162-S1     106.741   87.769    93.218    100.055   85.659    96.481    104.885   103.156   



21:26  MP18162-S2     106.543   98.451    92.993    99.637    96.02     96.621    104.828   103.116   



21:31  MA47746-CCVA5  106.276   98.058    95.705    101.256   97.829    97.089    104.884   103.513   



21:36  MA47746-CCB5   98.852    97.846    96.03     95.078    99.748    96.638    97.317    104.629   



21:41  JC97339-11A    107.41    97.843    92.379    100.199   96.799    96.04     104.92    103.812   



21:46  ZZZZZZ         106.759   97.498    93.422    100.212   96.426    96.846    104.94    104.554   



21:51  ZZZZZZ         107.089   97.132    94.097    100.342   97.141    97.533    104.335   104.588   



21:56  ZZZZZZ         105.764   98.095    93.159    99.955    98.056    96.537    104.783   104.209   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



22:01  ZZZZZZ         105.238   98.125    92.73     99.81     97.204    96.424    104.671   103.619   



22:06  ZZZZZZ         105.932   97.462    94.311    100.26    98.154    96.503    104.251   103.501   



22:11  ZZZZZZ         104.041   95.944    93.255    98.781    97.151    96.876    103.409   104.354   



22:16  ZZZZZZ         104.552   96.939    93.14     99.921    97.28     96.025    103.935   103.94    



22:22  ZZZZZZ         106.088   96.576    92.468    99.775    96.583    95.621    104.713   103.323   



22:26  ZZZZZZ         105.011   96.953    94.079    99.605    97.227    96.938    104.523   105.073   



22:32  MA47746-CCVA6  103.917   95.811    93.126    98.378    96.623    94.758    102.191   102.498   



22:37  MA47746-CCB6   104.047   96.593    94.013    100.5     99.169    95.434    103.287   103.086   



22:42  MP18163-MB1    104.892   97.67     95.413    101.801   100.191   96.879    104.656   102.232   



22:47  MP18163-B1     105.351   96.922    94.151    100.428   97.528    95.54     103.888   102.762   



22:52  MP18163-S1     104.232   95.938    91.709    98.273    96.305    94.884    101.794   101.863   



22:57  MP18163-S2     104.813   95.744    91.882    98.39     95.029    94.766    102.089   103.368   



23:02  JC97339-17A    103.597   95.101    91.914    97.209    95.798    94.457    101.782   102.866   



23:07  ZZZZZZ         103.384   93.112    88.874    94.905    91.497    93.002    101.333   103.467   



23:12  ZZZZZZ         102.961   94.705    89.153    94.896    93.053    93.167    100.75    104.371   



23:17  ZZZZZZ         102.654   94.101    91.88     96.934    95.435    95.349    100.672   104.076   



23:22  ZZZZZZ         103.09    95.015    91.876    97.073    95.869    97.688    101.476   104.011   



23:27  ZZZZZZ         102.699   95.179    91.319    97.334    95.992    94.16     100.839   103.011   



23:32  MA47746-CCVA7  102.845   95.199    91.789    97.928    96.549    94.094    100.68    103.248   



23:37  MA47746-CCB7   104.892   94.531    94.19     102.189   97.141    94.778    104.059   102.934   



23:42  ZZZZZZ         103.675   94.286    91.496    97.245    93.42     95.303    101.728   104.426   



23:47  ZZZZZZ         103.105   88.293    90.09     96.909    88.904    93.553    100.49    103.437   



23:52  ZZZZZZ         102.118   93.144    89.653    93.78     91.85     93.01     97.978    103.488   



23:57  MP18043-MB1    101.115   103.706   91.229    96.283    98.205    92.346    97.12     102.635   



00:02  MP18043-B1     100.648   104.135   90.323    95.165    95.315    92.293    96.297    103.814   



00:07  MA47746-CCVA8  102.965   93.412    91.981    97.74     94.09     93.872    100.871   103.032   



00:12  MA47746-CCB8   102.114   93.875    92.777    98.527    96.937    93.857    101.1     102.969   



00:17  MP18043-S1     100.217   103.129   89.042    94.06     95.43     91.94     95.837    102.023   



00:22  MP18043-S2     99.48     106.18    88.246    92.822    95.675    90.853    94.881    102.771   



00:27  JC97373-1      100.223   102.441   88.261    93.641    95.611    90.874    95.942    103.784   



00:32  MP18043-SD1    100.571   93.006    90.603    96.093    93.997    92.996    99.209    103.911   



00:37  MP18043-S3     99.421    103.627   87.531    92.949    94.004    90.512    94.637    102.49    



00:42  MP18043-S4     100.201   103.244   87.196    92.086    93.372    89.555    94.185    101.361   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



00:47  JC97373-1F     98.902    103.035   87.318    92.519    93.055    90.3      94.77     101.795   



00:52  MP18043-SD2    100.207   90.823    89.859    96.18     94.28     92.42     98.921    102.529   



00:57  ZZZZZZ         99.525    102.621   87.118    92.714    94.85     90.488    94.223    102.624   



01:02  ZZZZZZ         98.733    99.687    87.313    92.417    88.71     90.439    94.615    102.353   



01:07  MA47746-CCVA9  100.938   91.951    89.306    95.132    92.263    91.727    97.88     102.356   



01:12  MA47746-CCB9   100.316   92.618    89.747    95.698    94.088    90.483    98.248    102.105   



01:17  ZZZZZZ         100.144   105.956   89.374    94.717    96.634    90.015    95.733    102.407   



01:22  ZZZZZZ         101.346   107.45    87.987    93.365    94.97     91.101    95.784    103.261   



01:27  ZZZZZZ         100.011   106.378   88.014    91.68     94.885    90.941    94.047    103.103   



01:32  ZZZZZZ         101.946   106.931   88.27     93.183    94.893    91.102    94.994    102.66    



01:37  ZZZZZZ         101.854   106.543   88.635    94.169    94.956    91.047    95.6      102.857   



01:42  ZZZZZZ         97.242    106.526   88.062    92.5      98.697    89.828    93.112    103.392   



01:47  ZZZZZZ         97.351    102.368   83.337    88.124    90.784    86.827    90.929    100.614   



01:52  ZZZZZZ         97.79     105.298   87.411    92.703    96.448    88.853    92.838    101.563   



01:57  ZZZZZZ         97.975    90.875    89.619    94.428    93.353    90.414    96.189    102.502   



02:02  MA47746-CCVA10 100.569   91.987    88.083    94.091    91.46     89.498    97.425    100.416   



02:08  MA47746-CCB10  99.324    91.116    89.181    94.712    93.215    90.446    96.579    101.913   



02:13  JC97469-1      97.316    86.14     86.136    91.607    74.703    88.108    92.551    102.367   



02:18  JC97469-2      98.289    103.237   86.695    92.715    94.767    88.072    92.61     102.526   



02:23  ZZZZZZ         98.428    90.39     88.677    94.22     93.084    89.543    95.675    100.217   



02:28  ZZZZZZ         97.849    90.107    87.953    93.554    92.772    89.351    94.725    100.045   



02:33  ZZZZZZ         97.816    90.619    88.049    93.655    93.146    89.056    94.715    100.486   



02:38  MA47746-CCVA11 99.63     91.048    88.041    93.221    91.384    90.177    96.726    102.294   



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Germanium (74-2)         60-125 %   60-125 %  
Istd#10 Germanium (74-3)         60-125 %   60-125 %  
Istd#11 Rhodium (103-1)          60-125 %   60-125 %  
Istd#12 Rhodium (103-2)          60-125 %   60-125 %  
Istd#13 Rhodium (103-3)          60-125 %   60-125 %  
Istd#14 Indium (115-1)           60-125 %   60-125 %  
Istd#15 Indium (115-2)           60-125 %   60-125 %  
Istd#16 Terbium (159-1)          60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



15:53  MA47746-STD1   No results reported for the elements associated with this internal standard.



15:58  MA47746-STD2   No results reported for the elements associated with this internal standard.



16:03  MA47746-STD3   100       100       100       100       100       100       



16:08  MA47746-STD4   106.193   101.533   100.247   106.365   99.86     106.774   



16:13  MA47746-STD5   110.748   101.69    100.121   111.442   99.517    110.566   



16:18  MA47746-STD6   105.493   100.829   99.081    106.02    99.994    106.8     



16:23  MA47746-STD7   106.611   101.617   100.729   106.876   100.303   106.91    



16:28  MA47746-STD8   105.19    100.198   99.342    104.922   100.843   105.735   



16:33  MA47746-STD9   105.323   101.536   98.761    105.404   98.351    105.878   



16:38  MA47746-STD10  106.326   101.617   99.377    107.499   99.742    106.998   



16:43  MA47746-STD11  107.055   101.564   100.052   107.887   98.555    105.196   



16:48  MA47746-STD12  106.258   102.12    99.1      107.286   96.037    102.841   



16:58  ZZZZZZ         107.779   101.626   100.661   108.336   101.082   108.699   



17:17  MA47746-ICVA1  109.32    100.628   100.294   109.464   99.03     108.23    



17:22  MA47746-ICV1   108.018   102.014   100.652   108.338   102.391   108.482   



17:32  MA47746-ICB1   106.942   101.246   99.465    107.947   100.562   109.021   



17:37  MA47746-CCVA1  108.625   101.452   100.811   108.406   99.937    106.849   



17:42  MA47746-CCB1   106.894   101.767   99.286    107.031   101.163   108.018   



17:47  MA47746-CRI1   No results reported for the elements associated with this internal standard.



17:58  MA47746-CRI2   108.761   101.438   99.469    108.963   100.656   109.2     



18:11  MA47746-ICSA1  104.532   105.438   97.638    105.232   90.236    96.935    



18:16  MA47746-ICSAB1 95.434    97.979    98.649    95.831    90.746    89.197    



18:21  ZZZZZZ         105.799   101.55    99.674    106.212   99.838    107.026   



18:26  ZZZZZZ         99.153    102.024   99.91     99.32     100.141   100.562   



18:31  MA47746-CCVA2  106.581   101.69    100.936   107.843   99.909    106.563   



18:36  MA47746-CCB2   106.188   103.036   99.794    106.174   100.51    107.284   



18:41  MP18161-MB1    106.993   104.42    100.218   108.019   101.747   109.477   



18:46  MP18161-B1     107.803   103.961   102.286   108.143   102.165   107.714   



18:51  MP18161-S1     107.24    103.394   101.814   107.981   97.783    103.861   



18:56  MP18161-S2     108.29    102.957   104.817   108.975   99.475    105.66    



19:01  JC97339-3A     108.339   96.198    102.406   109.177   98.3      106.123   



19:06  MP18161-S3     107.776   103.801   101.122   107.848   98.854    104.378   



19:11  MP18161-S4     108.2     103.694   102.021   108.639   98.303    104.624   
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



19:16  JC97339-3FA    107.224   103.117   101.368   107.636   98.29     104.712   



19:21  ZZZZZZ         106.158   104.423   99.787    106.945   98.277    104.298   



19:26  ZZZZZZ         106.272   103.667   100.64    106.91    98.607    104.772   



19:31  MA47746-CCVA3  105.259   102.509   98.704    106.56    97.816    105.226   



19:36  MA47746-CCB3   104.047   103.056   99.109    103.844   99.861    105.364   



19:41  ZZZZZZ         104.997   103.251   99.977    105.466   97.741    104.096   



19:46  ZZZZZZ         101.391   103.614   100.144   101.931   98.003    100.542   



19:51  ZZZZZZ         105.996   103.692   100.194   107.141   96.705    103.4     



19:56  ZZZZZZ         103.968   103.49    100.442   104.695   97.527    101.432   



20:01  ZZZZZZ         105.454   103.194   99.731    106.224   96.143    101.757   



20:06  ZZZZZZ         105.034   103.825   101.06    105.545   96.968    102.623   



20:11  ZZZZZZ         105.983   103.837   101.128   107.031   98.954    104.994   



20:16  ZZZZZZ         106.051   104.011   100.448   106.736   98.909    104.782   



20:21  ZZZZZZ         105.116   94.179    100.067   105.349   98.315    104.284   



20:26  ZZZZZZ         104.069   103.322   99.683    105.573   97.97     104.264   



20:31  MA47746-CCVA4  104.556   102.971   99.438    105.007   98.257    103.937   



20:36  MA47746-CCB4   103.44    103.451   98.709    103.539   99.767    104.725   



20:41  ZZZZZZ         105.093   102.711   99.884    105.379   97.983    103.764   



20:46  ZZZZZZ         103.611   103.687   99.776    104.455   98.287    103.162   



20:51  ZZZZZZ         104.829   103.211   99.789    105.741   96.022    102.844   



20:56  ZZZZZZ         104.749   103.572   100.249   105.383   96.166    102.483   



21:01  ZZZZZZ         104.658   103.859   99.6      105.45    95.888    101.814   



21:06  ZZZZZZ         105.262   102.71    91.367    105.932   88.397    101.785   



21:11  MP18162-MB1    104.749   103.616   100.179   105.729   100.887   107.319   



21:16  MP18162-B1     104.619   103.009   100.608   105.504   100.23    105.304   



21:21  MP18162-S1     104.71    94.4      99.912    105.627   95.655    102.152   



21:26  MP18162-S2     104.868   102.829   100.792   106.346   95.646    101.504   



21:31  MA47746-CCVA5  104.036   102.904   99.703    104.851   97.982    103.397   



21:36  MA47746-CCB5   96.025    101.773   97.743    97.484    97.468    97.4      



21:41  JC97339-11A    104.11    101.704   98.58     105.194   94.715    101.88    



21:46  ZZZZZZ         104.132   102.097   98.007    104.78    95.356    102.003   



21:51  ZZZZZZ         104.033   102.37    99.178    104.261   97.288    103.239   



21:56  ZZZZZZ         103.532   102.257   98.523    104.961   97.308    103.15    
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



22:01  ZZZZZZ         104.234   101.924   98.831    105.098   96.17     103.36    



22:06  ZZZZZZ         102.772   102.29    98.444    103.639   97.171    103.022   



22:11  ZZZZZZ         102.104   101.946   98.775    103.374   96.461    101.734   



22:16  ZZZZZZ         102.703   101.952   98.572    104.484   97.759    103.023   



22:22  ZZZZZZ         103.457   101.62    97.549    104.155   96.708    102.964   



22:26  ZZZZZZ         103.388   101.863   98.473    104.005   97.595    102.416   



22:32  MA47746-CCVA6  101.915   101.222   97.445    102.887   96.136    101.287   



22:37  MA47746-CCB6   101.224   101.43    95.93     101.828   96.539    102.461   



22:42  MP18163-MB1    101.566   101.562   96.621    102.579   97.104    104.075   



22:47  MP18163-B1     102.357   100.899   97.823    102.891   96.898    101.989   



22:52  MP18163-S1     101.923   101.368   97.794    102.893   94.023    100.283   



22:57  MP18163-S2     102.154   100.97    97.848    103.181   94.429    100.719   



23:02  JC97339-17A    101.062   100.64    96.41     101.302   94.87     100.046   



23:07  ZZZZZZ         100.947   98.532    95.995    101.888   90.303    96.259    



23:12  ZZZZZZ         101.184   99.879    96.56     101.633   90.862    96.456    



23:17  ZZZZZZ         100.444   100.057   96.989    101.48    95.318    100.485   



23:22  ZZZZZZ         100.295   101.466   99.021    101.257   95.133    99.782    



23:27  ZZZZZZ         100.393   100.785   95.951    101.423   94.394    99.46     



23:32  MA47746-CCVA7  100.526   101.618   96.249    101.384   94.105    99.431    



23:37  MA47746-CCB7   106.07    98.587    95.132    102.701   95.851    102.116   



23:42  ZZZZZZ         100.594   98.006    96.93     101.501   94.411    99.084    



23:47  ZZZZZZ         99.92     96.714    95.36     101.161   93.555    98.895    



23:52  ZZZZZZ         102.01    98.604    96.244    99.727    90.943    94.263    



23:57  MP18043-MB1    97.609    100.204   95.232    97.825    93.367    97.401    



00:02  MP18043-B1     98.373    100.196   96.347    98.95     94.108    96.733    



00:07  MA47746-CCVA8  99.975    99.015    96.76     100.911   93.871    98.678    



00:12  MA47746-CCB8   99.232    98.239    94.723    99.966    94.614    99.42     



00:17  MP18043-S1     97.687    101.289   96.06     98.905    92.613    96.001    



00:22  MP18043-S2     97.086    100.698   95.316    98.279    92.145    95.071    



00:27  JC97373-1      97.108    100.519   94.576    97.627    92.83     96.393    



00:32  MP18043-SD1    97.755    97.059    94.423    98.273    94.25     98.962    



00:37  MP18043-S3     96.478    99.29     94.921    97.961    91.509    94.513    



00:42  MP18043-S4     96.518    98.979    94.952    97.128    91.869    94.276    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47746    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



00:47  JC97373-1F     96.591    97.171    93.568    96.7      91.727    95.833    



00:52  MP18043-SD2    97.493    97.636    93.005    97.655    93.17     98.237    



00:57  ZZZZZZ         96.244    99.728    93.338    96.419    91.675    94.504    



01:02  ZZZZZZ         95.838    93.555    93.382    96.388    91.787    94.949    



01:07  MA47746-CCVA9  97.848    97.476    94.27     98.366    92.081    96.3      



01:12  MA47746-CCB9   95.971    96.365    91.923    96.398    92.306    96.542    



01:17  ZZZZZZ         95.553    98.547    92.431    95.958    91.346    94.982    



01:22  ZZZZZZ         96.25     99.014    94.026    96.896    90.858    94.741    



01:27  ZZZZZZ         94.335    98.765    93.483    94.747    90.87     92.21     



01:32  ZZZZZZ         96.395    99.528    93.568    97.447    91.268    93.849    



01:37  ZZZZZZ         96.696    99.71     93.452    97.582    91.097    94.285    



01:42  ZZZZZZ         95.048    106.542   97.511    99.86     91.109    94.299    



01:47  ZZZZZZ         93.407    97.173    92.289    95.914    85.688    89.664    



01:52  ZZZZZZ         93.229    99.106    90.917    94.344    89.874    93.53     



01:57  ZZZZZZ         94.923    95.588    91.817    94.923    90.938    94.727    



02:02  MA47746-CCVA10 96.491    95.874    91.528    96.964    89.022    94.383    



02:08  MA47746-CCB10  94.205    94.928    90.778    94.256    90.187    94.032    



02:13  JC97469-1      94.333    79.361    100.158   103.968   88.911    92.985    



02:18  JC97469-2      93.684    97.879    90.754    94.133    89.938    92.858    



02:23  ZZZZZZ         94.243    95.338    90.372    94.729    90.64     94.511    



02:28  ZZZZZZ         93.736    95.023    89.621    94.122    89.451    93.944    



02:33  ZZZZZZ         93.504    95.064    89.725    94.463    89.54     94.292    



02:38  MA47746-CCVA11 95.339    95.26     91.66     96.174    88.936    93.14     



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Terbium (159-2)          60-125 %   60-125 %  
Istd#18 Terbium (159-3)          60-125 %   60-125 %  
Istd#19 Holmium (165-1)          60-125 %   60-125 %  
Istd#20 Holmium (165-2)          60-125 %   60-125 %  
Istd#21 Bismuth (209-1)          60-125 %   60-125 %  
Istd#22 Bismuth (209-2)          60-125 %   60-125 %  
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47746        Units: ug/l



Time:                    17:32             17:42             18:36             19:36              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      anr                                                                     



Antimony       2.0      .094     anr                                                                     



Arsenic        0.50     .013     anr                                                                     



Barium         1.0      .008     anr                                                                     



Beryllium      0.50     .004     anr                                                                     



Boron          25       .65                                                                              



Cadmium        0.50     .004     anr                                                                     



Calcium        250      6.1      anr                                                                     



Chromium       1.0      .014     -0.00472 <1.0     -0.00249 <1.0     -0.000922<1.0     0.000228 <4.0     



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .021     anr                                                                     



Iron           25       .43      anr                                                                     



Lead           0.50     .009     anr                                                                     



Magnesium      250      .15      anr                                                                     



Manganese      1.0      .007     anr                                                                     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     anr                                                                     



Potassium      250      .71      anr                                                                     



Selenium       0.50     .072     anr                                                                     



Silver         0.50     .004     anr                                                                     



Sodium         250      1        anr                                                                     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     anr                                                                     



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     anr                                                                     



Zinc           5.0      .029     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47746        Units: ug/l



Time:                    20:36             21:36             22:37             23:37              
Sample ID:                    CCB4     CCB5     CCB6     CCB7     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      anr                                                                     



Antimony       2.0      .094     anr                                                                     



Arsenic        0.50     .013     anr                                                                     



Barium         1.0      .008     anr                                                                     



Beryllium      0.50     .004     anr                                                                     



Boron          25       .65                                                                              



Cadmium        0.50     .004     anr                                                                     



Calcium        250      6.1      anr                                                                     



Chromium       1.0      .014     -0.000957<4.0     0.00543  <4.0     -0.0126  <4.0     -0.0213  <4.0     



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .021     anr                                                                     



Iron           25       .43      anr                                                                     



Lead           0.50     .009     anr                                                                     



Magnesium      250      .15      anr                                                                     



Manganese      1.0      .007     anr                                                                     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     anr                                                                     



Potassium      250      .71      anr                                                                     



Selenium       0.50     .072     anr                                                                     



Silver         0.50     .004     anr                                                                     



Sodium         250      1        anr                                                                     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     anr                                                                     



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     anr                                                                     



Zinc           5.0      .029     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47746        Units: ug/l



Time:                    00:12             01:12             02:08                                
Sample ID:                    CCB8     CCB9     CCB10    



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .28      anr                                                                     



Antimony       2.0      .094     anr                                                                     



Arsenic        0.50     .013     anr                                                                     



Barium         1.0      .008     anr                                                                     



Beryllium      0.50     .004     anr                                                                     



Boron          25       .65                                                                              



Cadmium        0.50     .004     anr                                                                     



Calcium        250      6.1      anr                                                                     



Chromium       1.0      .014     -0.0110  <1.0     -0.00228 <1.0     -0.00636 <1.0                       



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .021     anr                                                                     



Iron           25       .43      anr                                                                     



Lead           0.50     .009     anr                                                                     



Magnesium      250      .15      anr                                                                     



Manganese      1.0      .007     anr                                                                     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     anr                                                                     



Potassium      250      .71      anr                                                                     



Selenium       0.50     .072     anr                                                                     



Silver         0.50     .004     anr                                                                     



Sodium         250      1        anr                                                                     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     anr                                                                     



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     anr                                                                     



Zinc           5.0      .029     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           17:17                      17:22                      17:37                       
Sample ID:  ICVA     ICVA1    ICV      ICV1     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       60       59.3     98.8                                50       49.6     99.2              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           18:31                      19:31                      20:31                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       49.6     99.2     50       49.5     99.0     50       49.6     99.2              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           21:31                      22:32                      23:32                       
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    CCVA     CCVA7    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       48.7     97.4     50       48.9     97.8     50       49.1     98.2              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           00:07                      01:07                      02:02                       
Sample ID:  CCVA     CCVA8    CCVA     CCVA9    CCVA     CCVA10   



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       48.3     96.6     50       48.6     97.2     50       48.5     97.0              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47746        Units: ug/l



Time:           02:38                                                                             
Sample ID:  CCVA     CCVA11   



Metal          True     Results  % Rec                                                                    



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       48.4     96.8                                                                    



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested



_________________________________________________________________________________________________________



Page 5



47 of 599



JC97469



6
6.1.4











LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47746        Units: ug/l



Time:                    17:58                                                                    
Sample ID:  CRI      CRIA     CRI2     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       anr                                                                     



Antimony       2.0      0.25     anr                                                                     



Arsenic        0.50     0.50     anr                                                                     



Barium         1.0      0.50     anr                                                                     



Beryllium      0.50     0.25     anr                                                                     



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     anr                                                                     



Calcium        250      125      anr                                                                     



Chromium       1.0      2.0      0.970    97.0                                                           



Cobalt         0.50     0.25     anr                                                                     



Copper         2.0      2.0      anr                                                                     



Iron           25       25       anr                                                                     



Lead           0.50     0.25     anr                                                                     



Magnesium      250      125      anr                                                                     



Manganese      1.0      0.25     anr                                                                     



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      anr                                                                     



Potassium      250      125      anr                                                                     



Selenium       0.50     0.50     anr                                                                     



Silver         0.50     1.0      anr                                                                     



Sodium         250      125      anr                                                                     



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     anr                                                                     



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      anr                                                                     



Zinc           5.0      2.0      anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110319M2.CSV             Date Analyzed: 11/03/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47746        Units: ug/l



Time:                    18:11             18:16                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   99700    99.7     110000   110.0                                        



Antimony                         0.172             0.252                                                 



Arsenic                 20       0.0590            20.8     104.0                                        



Barium                           0.216             0.218                                                 



Beryllium                        0.0000819         -0.000670                                             



Boron                   50       1.94              54.9     109.8                                        



Cadmium                 20       -0.296            19.7     98.5                                         



Calcium        100000   100000   94600    94.6     96000    96.0                                         



Chromium                20       0.251             20.7     103.5                                        



Cobalt                  20       0.198             19.9     99.5                                         



Copper                  20       -0.710            17.7     88.5                                         



Iron           100000   100000   89800    89.8     102000   102.0                                        



Lead                             0.125             0.149                                                 



Magnesium      100000   100000   93900    93.9     104000   104.0                                        



Manganese               20       0.376             21.0     105.0                                        



Molybdenum     2000     2000     2140     107.0    2200     110.0                                        



Nickel                  20       0.646             19.7     98.5                                         



Potassium      100000   100000   98100    98.1     109000   109.0                                        



Selenium                20       0.107             21.4     107.0                                        



Silver                  20       0.0191            18.2     91.0                                         



Sodium         100000   100000   92600    92.6     104000   104.0                                        



Strontium      2000     2000     2020     101.0    2220     111.0                                        



Thallium                         0.00599           0.00720                                               



Tin            2000     2000     1910     95.5     2330     116.5                                        



Titanium       2000     2000     1920     96.0     2140     107.0                                        



Vanadium                20       0.0252            22.5     112.5                                        



Zinc                    20       0.195             19.0     95.0                                         



(*) Outside of QC limits
(anr) Analyte not requested
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



10:09  MA47766-STD1    1                 See rerun, sample intro not stable. 



10:14  MA47766-STD2    1                 See rerun, sample intro not stable. 



10:19  MA47766-STD3    1                 STDA 



10:24  MA47766-STD4    1                 STDB 



10:29  MA47766-STD5    1                 STDC 



10:34  MA47766-STD6    1                 STDD 



10:39  MA47766-STD7    1                 STDE 



10:44  MA47766-STD8    1                 STDF 



10:49  MA47766-STD9    1                 STDG 



10:54  MA47766-STD10   1                 STDH 



10:59  MA47766-STD11   1                 STDI 



11:04  MA47766-STD12   1                 STDJ 



11:09  ZZZZZZ          1                  



11:21  MA47766-ICVA1   1                  



11:26  MA47766-ICV1    1                  



11:31  MA47766-ICB1    1                  



11:36  MA47766-CCVA1   1                  



11:41  MA47766-CCB1    1                  



11:46  MA47766-CRI1    1                  



11:54  MA47766-ICSA1   1                  



11:58  MA47766-ICSAB1  1                  



12:03  ZZZZZZ          1                  



12:08  MA47766-CCVA2   1                  



12:13  MA47766-CCB2    1                  



12:19  ZZZZZZ          2                  



12:24  ZZZZZZ          2                  



12:29  ZZZZZZ          2                  



12:34  MP18043-S1      2                  



12:38  MP18043-S1      10                 



12:44  MP18043-S2      2                  



12:49  MP18043-S2      10                 



12:54  JC97373-1       2                 (sample used for QC only; not part of login JC97469) 



12:59  MA47766-CCVA3   1                  



_________________________________________________________________________________________________________



Page 1



Raw Data: MA47766



50 of 599



JC97469



6
6.2











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



13:04  MA47766-CCB3    1                  



13:09  JC97373-1       10                (sample used for QC only; not part of login JC97469) 



13:14  MP18043-SD1     10                 



13:19  MP18043-SD1     50                 



13:24  MP18043-S3      2                  



13:29  MP18043-S3      10                 



13:34  MP18043-S4      2                  



13:39  MP18043-S4      10                 



13:44  JC97373-1F      2                 (sample used for QC only; not part of login JC97469) 



13:49  MA47766-CCVA4   1                  



13:54  MA47766-CCB4    1                  



13:59  JC97373-1F      10                (sample used for QC only; not part of login JC97469) 



14:04  MP18043-SD2     10                 



14:09  MP18043-SD2     50                 



14:14  ZZZZZZ          2                  



14:19  ZZZZZZ          5                  



14:24  ZZZZZZ          2                  



14:28  ZZZZZZ          5                  



14:33  ZZZZZZ          2                  



14:38  MA47766-CCVA5   1                  



14:43  MA47766-CCB5    1                  



14:48  ZZZZZZ          2                  



14:53  ZZZZZZ          2                  



14:58  ZZZZZZ          2                  



15:03  ZZZZZZ          2                  



15:08  ZZZZZZ          25                 



15:13  JC97469-1       2                  
----------->   Last reportable sample/prep for job JC97469 



15:18  MA47766-CCVA6   1                  



15:23  MA47766-CCB6    1                  
----------->   Last reportable CCB for job JC97469      



15:28  MP11929-MB7     1                  



15:33  ZZZZZZ          1                  



15:38  ZZZZZZ          1                  



15:44  MP11929-B7      1                  



_________________________________________________________________________________________________________
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



15:49  ZZZZZZ          2                  



15:54  ZZZZZZ          2                  



15:59  ZZZZZZ          2                  



16:04  ZZZZZZ          5                  



16:09  MA47766-CCVA7   1                  



16:14  MA47766-CCB7    1                  



16:19  MP11928-MB7     5                  



16:24  MP11926-MB7     2                  



16:29  MP11928-B7      5                  



16:34  ZZZZZZ          5                  



16:38  MP11926-B7      2                 Se, Be and Zn out low 



16:43  ZZZZZZ          2                  



16:52  ZZZZZZ          5                  



16:59  ZZZZZZ          5                  



17:04  ZZZZZZ          1                  



17:08  MA47766-CCVA8   1                  



17:13  MA47766-CCB8    1                  



17:18  MP18207A-MB1    2                  



17:23  MP18207A-B2     2                  



17:28  MP18207A-S3     10                Cr=9ppm 



17:33  MP18207A-S4     10                Cr=9ppm 



17:38  JC97393-2       10                (sample used for QC only; not part of login JC97469) 



17:42  MP18207A-SD1    50                Cr=9ppm 



17:47  ZZZZZZ          10                 



17:52  ZZZZZZ          10                 



17:57  ZZZZZZ          2                  



18:02  ZZZZZZ          10                 



18:07  MA47766-CCVA9   1                 Be and B out 



18:12  MA47766-CCB9    1                  



18:17  ZZZZZZ          2                  



18:22  ZZZZZZ          2                  



18:27  ZZZZZZ          2                  



18:32  ZZZZZZ          2                  
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



18:36  ZZZZZZ          10                 



18:41  ZZZZZZ          10                 



18:46  ZZZZZZ          2                  



18:51  ZZZZZZ          2                  



18:56  ZZZZZZ          2                  



19:01  ZZZZZZ          2                  



19:06  MA47766-CCVA10  1                 B and Fe out 



19:11  MA47766-CCB10   1                  



19:16  ZZZZZZ          2                  



19:20  MP18214A-MB1    5                 Batch to reanalysis for Cd, IN-2 out on CCB 



19:25  MP18214A-B2     5                  



19:30  MP18214A-S3     5                  



19:35  MP18214A-S4     5                  



19:40  JC97458-6       5                 (sample used for QC only; not part of login JC97469) 



19:45  MP18214A-SD1    25                 



19:50  ZZZZZZ          5                  



19:55  ZZZZZZ          5                  



19:59  ZZZZZZ          5                  



20:04  MA47766-CCVA11  1                 FE out 



20:09  MA47766-CCB11   1                 In-2 out 



20:14  ZZZZZZ          5                  



20:19  ZZZZZZ          5                  



20:24  ZZZZZZ          5                  



20:29  ZZZZZZ          5                  



20:34  ZZZZZZ          5                  



20:38  ZZZZZZ          5                  



20:43  ZZZZZZ          5                  



20:48  ZZZZZZ          5                  



20:53  ZZZZZZ          5                  



20:58  ZZZZZZ          5                  



21:03  MA47766-CCVA12  1                 Fe out 



21:08  MA47766-CCB12   1                  



21:13  ZZZZZZ          5                  



_________________________________________________________________________________________________________
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



21:18  ZZZZZZ          5                  



21:22  ZZZZZZ          5                  



21:27  ZZZZZZ          5                  



21:32  ZZZZZZ          5                  



21:37  MP18214A-PS1    5                  



21:42  MP18232-MB1     1                  



21:47  MP18232-B1      1                  



21:52  MP18232-S1      1                  



21:57  MP18232-S2      1                  



22:01  MA47766-CCVA13  1                 Fe out 



22:06  MA47766-CCB13   1                  



22:11  JC97736-4       1                 (sample used for QC only; not part of login JC97469) 



22:16  ZZZZZZ          1                  



22:21  ZZZZZZ          1                  



22:26  MP18233-MB1     1                  



22:31  MP18233-B1      1                 Tip missed cup 



22:37  MP18233-S1      1                  



22:42  MP18233-S2      1                  



22:47  JC97735-1       1                 (sample used for QC only; not part of login JC97469) 



22:53  MP18233-S3      1                  



22:58  JC97735-2       1                 (sample used for QC only; not part of login JC97469) 



23:03  MA47766-CCVA14  1                  



23:08  MA47766-CCB14   1                  



23:13  ZZZZZZ          1                  



23:19  ZZZZZZ          1                  



23:24  ZZZZZZ          1                  



23:29  ZZZZZZ          1                  



23:35  ZZZZZZ          1                  



23:40  ZZZZZZ          1                  



23:45  ZZZZZZ          1                  



23:51  ZZZZZZ          1                  



23:56  ZZZZZZ          1                  



00:01  ZZZZZZ          1                  
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



00:06  MA47766-CCVA15  1                  



00:11  MA47766-CCB15   1                  



00:17  ZZZZZZ          1                  



00:22  ZZZZZZ          1                  



00:27  ZZZZZZ          1                  



00:33  ZZZZZZ          1                  



00:38  ZZZZZZ          1                  



00:43  ZZZZZZ          1                  



00:48  ZZZZZZ          1                  



00:54  ZZZZZZ          1                  



00:59  MP18234-MB1     1                  



01:04  MP18234-B1      1                  



01:10  MA47766-CCVA16  1                  



01:14  MA47766-CCB16   1                  



01:20  MP18234-S1      1                  



01:25  MP18234-S2      1                  



01:30  JC97736-3       1                 (sample used for QC only; not part of login JC97469) 



01:35  MP18234-S3      1                  



01:40  JC97736-6       1                 (sample used for QC only; not part of login JC97469) 



01:46  ZZZZZZ          1                  



01:51  ZZZZZZ          1                  



01:56  ZZZZZZ          1                  



02:02  ZZZZZZ          1                  



02:07  ZZZZZZ          1                  



02:13  MA47766-CCVA17  1                  



02:18  MA47766-CCB17   1                  



02:23  ZZZZZZ          1                  



02:29  ZZZZZZ          1                  



02:34  ZZZZZZ          1                  



02:39  ZZZZZZ          1                  



02:45  ZZZZZZ          1                  



02:50  ZZZZZZ          1                  



02:55  ZZZZZZ          1                  
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



03:00  ZZZZZZ          1                  



03:05  ZZZZZZ          1                  



03:10  ZZZZZZ          1                  



03:15  MA47766-CCVA18  1                  



03:20  MA47766-CCB18   1                  



03:24  ZZZZZZ          1                  



03:29  ZZZZZZ          1                  



03:34  ZZZZZZ          1                  



03:39  MP18235-MB1     1                  



03:44  MP18235-B1      1                  



03:49  MP18235-S1      1                  



03:54  MP18235-S2      1                  



03:59  JC97736-25      1                 (sample used for QC only; not part of login JC97469) 



04:04  ZZZZZZ          1                  



04:09  ZZZZZZ          1                  



04:13  MA47766-CCVA19  1                  



04:18  MA47766-CCB19   1                  



04:23  ZZZZZZ          1                  



04:28  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.
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Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



11:09  ZZZZZZ          1        



11:21  MA47766-ICVA1   1        X 



11:26  MA47766-ICV1    1          



11:31  MA47766-ICB1    1        X 



11:36  MA47766-CCVA1   1        X 



11:41  MA47766-CCB1    1        X 



11:46  MA47766-CRI1    1        X 



11:54  MA47766-ICSA1   1        X 



11:58  MA47766-ICSAB1  1        X 



12:03  ZZZZZZ          1        



12:08  MA47766-CCVA2   1        X 



12:13  MA47766-CCB2    1        X 



12:19  ZZZZZZ          2        



12:24  ZZZZZZ          2        



12:29  ZZZZZZ          2        



12:34  MP18043-S1      2          



12:38  MP18043-S1      10       X 



12:44  MP18043-S2      2          



12:49  MP18043-S2      10       X 



12:54  JC97373-1       2          (a)



12:59  MA47766-CCVA3   1        X 



13:04  MA47766-CCB3    1        X 



13:09  JC97373-1       10       X (a)



13:14  MP18043-SD1     10         



13:19  MP18043-SD1     50       X 



13:24  MP18043-S3      2          



13:29  MP18043-S3      10       X 



13:34  MP18043-S4      2          



13:39  MP18043-S4      10       X 



13:44  JC97373-1F      2          (a)



13:49  MA47766-CCVA4   1        X 



13:54  MA47766-CCB4    1        X 



13:59  JC97373-1F      10       X (a)



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



14:04  MP18043-SD2     10         



14:09  MP18043-SD2     50       X 



14:14  ZZZZZZ          2        



14:19  ZZZZZZ          5        



14:24  ZZZZZZ          2        



14:28  ZZZZZZ          5        



14:33  ZZZZZZ          2        



14:38  MA47766-CCVA5   1        X 



14:43  MA47766-CCB5    1        X 



14:48  ZZZZZZ          2        



14:53  ZZZZZZ          2        



14:58  ZZZZZZ          2        



15:03  ZZZZZZ          2        



15:08  ZZZZZZ          25       



15:13  JC97469-1       2          



15:18  MA47766-CCVA6   1        X 



15:23  MA47766-CCB6    1        X 



15:28  MP11929-MB7     1        X 



15:33  ZZZZZZ          1        



15:38  ZZZZZZ          1        



15:44  MP11929-B7      1        X 



15:49  ZZZZZZ          2        



15:54  ZZZZZZ          2        



15:59  ZZZZZZ          2        



16:04  ZZZZZZ          5        



16:09  MA47766-CCVA7   1        X 



16:14  MA47766-CCB7    1        X 



16:19  MP11928-MB7     5        X 



16:24  MP11926-MB7     2        X 



16:29  MP11928-B7      5        X 



16:34  ZZZZZZ          5        



16:38  MP11926-B7      2        X 



16:43  ZZZZZZ          2        



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



16:52  ZZZZZZ          5        



16:59  ZZZZZZ          5        



17:04  ZZZZZZ          1        



17:08  MA47766-CCVA8   1        X 



17:13  MA47766-CCB8    1        X 



17:18  MP18207A-MB1    2        X 



17:23  MP18207A-B2     2        X 



17:28  MP18207A-S3     10         



17:33  MP18207A-S4     10         



17:38  JC97393-2       10         (a)



17:42  MP18207A-SD1    50         



17:47  ZZZZZZ          10       



17:52  ZZZZZZ          10       



17:57  ZZZZZZ          2        



18:02  ZZZZZZ          10       



18:07  MA47766-CCVA9   1        X 



18:12  MA47766-CCB9    1        X 



18:17  ZZZZZZ          2        



18:22  ZZZZZZ          2        



18:27  ZZZZZZ          2        



18:32  ZZZZZZ          2        



18:36  ZZZZZZ          10       



18:41  ZZZZZZ          10       



18:46  ZZZZZZ          2        



18:51  ZZZZZZ          2        



18:56  ZZZZZZ          2        



19:01  ZZZZZZ          2        



19:06  MA47766-CCVA10  1        X 



19:11  MA47766-CCB10   1        X 



19:16  ZZZZZZ          2        



19:20  MP18214A-MB1    5          



19:25  MP18214A-B2     5          



19:30  MP18214A-S3     5          



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



19:35  MP18214A-S4     5          



19:40  JC97458-6       5          (a)



19:45  MP18214A-SD1    25         



19:50  ZZZZZZ          5        



19:55  ZZZZZZ          5        



19:59  ZZZZZZ          5        



20:04  MA47766-CCVA11  1        X 



20:09  MA47766-CCB11   1        X 



20:14  ZZZZZZ          5        



20:19  ZZZZZZ          5        



20:24  ZZZZZZ          5        



20:29  ZZZZZZ          5        



20:34  ZZZZZZ          5        



20:38  ZZZZZZ          5        



20:43  ZZZZZZ          5        



20:48  ZZZZZZ          5        



20:53  ZZZZZZ          5        



20:58  ZZZZZZ          5        



21:03  MA47766-CCVA12  1        X 



21:08  MA47766-CCB12   1        X 



21:13  ZZZZZZ          5        



21:18  ZZZZZZ          5        



21:22  ZZZZZZ          5        



21:27  ZZZZZZ          5        



21:32  ZZZZZZ          5        



21:37  MP18214A-PS1    5          



21:42  MP18232-MB1     1          



21:47  MP18232-B1      1          



21:52  MP18232-S1      1          



21:57  MP18232-S2      1          



22:01  MA47766-CCVA13  1        X 



22:06  MA47766-CCB13   1        X 



22:11  JC97736-4       1          (a)



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



22:16  ZZZZZZ          1        



22:21  ZZZZZZ          1        



22:26  MP18233-MB1     1        



22:31  MP18233-B1      1        Tip missed cup



22:37  MP18233-S1      1        



22:42  MP18233-S2      1        



22:47  JC97735-1       1        



22:53  MP18233-S3      1        



22:58  JC97735-2       1        



23:03  MA47766-CCVA14  1          



23:08  MA47766-CCB14   1          



23:13  ZZZZZZ          1        



23:19  ZZZZZZ          1        



23:24  ZZZZZZ          1        



23:29  ZZZZZZ          1        



23:35  ZZZZZZ          1        



23:40  ZZZZZZ          1        



23:45  ZZZZZZ          1        



23:51  ZZZZZZ          1        



23:56  ZZZZZZ          1        



00:01  ZZZZZZ          1        



00:06  MA47766-CCVA15  1          



00:11  MA47766-CCB15   1          



00:17  ZZZZZZ          1        



00:22  ZZZZZZ          1        



00:27  ZZZZZZ          1        



00:33  ZZZZZZ          1        



00:38  ZZZZZZ          1        



00:43  ZZZZZZ          1        



00:48  ZZZZZZ          1        



00:54  ZZZZZZ          1        



00:59  MP18234-MB1     1          



01:04  MP18234-B1      1          



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



01:10  MA47766-CCVA16  1          



01:14  MA47766-CCB16   1          



01:20  MP18234-S1      1          



01:25  MP18234-S2      1          



01:30  JC97736-3       1          (a)



01:35  MP18234-S3      1          



01:40  JC97736-6       1          (a)



01:46  ZZZZZZ          1        



01:51  ZZZZZZ          1        



01:56  ZZZZZZ          1        



02:02  ZZZZZZ          1        



02:07  ZZZZZZ          1        



02:13  MA47766-CCVA17  1          



02:18  MA47766-CCB17   1          



02:23  ZZZZZZ          1        



02:29  ZZZZZZ          1        



02:34  ZZZZZZ          1        



02:39  ZZZZZZ          1        



02:45  ZZZZZZ          1        



02:50  ZZZZZZ          1        



02:55  ZZZZZZ          1        



03:00  ZZZZZZ          1        



03:05  ZZZZZZ          1        



03:10  ZZZZZZ          1        



03:15  MA47766-CCVA18  1          



03:20  MA47766-CCB18   1          



03:24  ZZZZZZ          1        



03:29  ZZZZZZ          1        



03:34  ZZZZZZ          1        



03:39  MP18235-MB1     1          



03:44  MP18235-B1      1          



03:49  MP18235-S1      1          



03:54  MP18235-S2      1          



Element: C
r
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample          Element: C
Time   Description     Dilution r



03:59  JC97736-25      1          (a)



04:04  ZZZZZZ          1        



04:09  ZZZZZZ          1        



04:13  MA47766-CCVA19  1          



04:18  MA47766-CCB19   1          



04:23  ZZZZZZ          1        



04:28  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97469.



Element: C
r
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



10:09  MA47766-STD1   No results reported for the elements associated with this internal standard.



10:14  MA47766-STD2   No results reported for the elements associated with this internal standard.



10:19  MA47766-STD3   100       100       100       100       100       100       100       100       



10:24  MA47766-STD4   99.063    99.762    100.076   100.007   101.29    101.892   100.498   99.466    



10:29  MA47766-STD5   100.127   100.756   98.802    100.262   100.967   100.778   101.112   99.947    



10:34  MA47766-STD6   99.309    100.042   98.695    97.741    99.758    99.301    99.735    99.685    



10:39  MA47766-STD7   99.607    100.314   98.783    97.21     100.876   99.717    99.482    100.889   



10:44  MA47766-STD8   99.094    99.651    97.173    95.753    101.508   98.556    97.649    100.329   



10:49  MA47766-STD9   97.839    98.388    99.014    97.069    99.561    99.914    98.705    97.593    



10:54  MA47766-STD10  99.763    99.256    100.323   99.909    101.199   102.481   101.492   97.849    



10:59  MA47766-STD11  102.264   102.102   106.208   103.131   100.905   105.085   104.134   97.309    



11:04  MA47766-STD12  103.194   103.226   106.205   102.801   100.549   105.502   101.948   96.284    



11:09  ZZZZZZ         102.399   103.668   104.123   102.233   102.191   103.262   102.531   101.19    



11:21  MA47766-ICVA1  103.971   104.118   104.721   101.025   103.707   104.501   100.829   99.333    



11:26  MA47766-ICV1   103.231   103.383   101.124   101.399   101.636   101.554   102.311   101.7     



11:31  MA47766-ICB1   103.324   103.438   102.788   102.036   101.39    102.223   101.114   101.825   



11:36  MA47766-CCVA1  105.189   104.972   103.549   101.816   104.09    102.503   100.636   99.554    



11:41  MA47766-CCB1   103.541   103.431   101.831   101.101   101.973   102.179   100.673   100.802   



11:46  MA47766-CRI1   104.768   104.378   103.275   101.221   103.926   102.863   101.051   102.219   



11:54  MA47766-ICSA1  99.223    102.316   108.878   112.37    96.192    102.501   101.819   87.826    



11:58  MA47766-ICSAB1 98.143    105.522   110.232   102.15    99.301    104.834   96.73     90.305    



12:03  ZZZZZZ         90.827    99.77     90.891    97.498    102.211   96.159    96.868    100.677   



12:08  MA47766-CCVA2  91.915    103.818   99.711    100.161   104.732   101.639   101.572   101.664   



12:13  MA47766-CCB2   90.022    100.613   95.913    100.644   101.742   101.139   99.99     104.131   



12:19  ZZZZZZ         91.486    103.582   94.078    102.605   103.289   96.143    101.367   103.216   



12:24  ZZZZZZ         90.687    103.719   90.631    104.045   104.053   91.318    102.657   102.701   



12:29  ZZZZZZ         89.69     106.59    97.387    104.614   105.273   98.665    102.208   104.384   



12:34  MP18043-S1     87.628    103.929   95.076    104.896   104.029   97.603    103.701   99.889    



12:38  MP18043-S1     89.305    106.092   97.511    105.813   105.876   100.224   103.936   104.187   



12:44  MP18043-S2     88.384    107.942   97.491    105.627   107.859   99.191    104.95    102.286   



12:49  MP18043-S2     88.599    106.625   96.1      105.865   106.754   99.197    103.353   104.1     



12:54  JC97373-1      89.351    107.91    97.944    107.694   107.162   100.781   105.223   102.861   



12:59  MA47766-CCVA3  91.923    110.015   99.763    105.239   109.684   101.482   103.3     104.308   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



13:04  MA47766-CCB3   91.557    111.665   95.275    104.141   105.869   98.604    101.412   110.772   



13:09  JC97373-1      89.356    104.154   94.303    105.954   103.234   96.562    102.148   101.337   



13:14  MP18043-SD1    90.46     106.071   95.587    104.857   105.058   97.408    103.032   102.427   



13:19  MP18043-SD1    91.187    106.996   95.632    104.187   106.176   98.758    101.71    104.477   



13:24  MP18043-S3     78.434    95.024    95.033    105.422   94.331    98.114    103.243   89.682    



13:29  MP18043-S3     89.311    105.659   95.128    105.327   105.195   98.065    103.102   102.848   



13:34  MP18043-S4     86.765    105.714   96.846    102.845   105.139   98.282    102.644   100.434   



13:39  MP18043-S4     89.257    104.439   95.142    103.871   103.954   96.909    102.291   101.521   



13:44  JC97373-1F     89.349    106.574   95.667    105.487   104.601   98.297    103.588   100.3     



13:49  MA47766-CCVA4  92.826    110.31    98.701    102.829   109.24    101.14    100.708   103.353   



13:54  MA47766-CCB4   90.625    105.344   92.454    102.583   104.14    96.191    99.694    102.557   



13:59  JC97373-1F     90.802    104.12    91.782    101.365   102.604   94.495    98.365    100.807   



14:04  MP18043-SD2    91.05     104.558   93.25     102.449   103.992   95.225    98.723    100.387   



14:09  MP18043-SD2    90.239    103.757   93.831    102.546   103.35    95.245    99.932    101.566   



14:14  ZZZZZZ         90.791    105.403   94.74     104.006   104.158   95.939    101.567   99.244    



14:19  ZZZZZZ         91.271    106.053   94.485    104.446   104.389   96.174    101.648   101.04    



14:24  ZZZZZZ         88.531    105.53    93.117    105.003   102.333   94.384    102.288   99.09     



14:28  ZZZZZZ         91.285    104.81    94.448    105.456   104.579   95.26     99.839    100.433   



14:33  ZZZZZZ         89.306    105.593   92.819    104.907   103.175   93.578    102.464   98.34     



14:38  MA47766-CCVA5  95.596    113.105   98.626    102.719   109.282   99.786    99.827    105.575   



14:43  MA47766-CCB5   92.12     103.206   93.09     100.765   101.617   94.271    97.709    100.572   



14:48  ZZZZZZ         89.207    102.243   91.37     100.449   100.768   92.147    97.882    96.772    



14:53  ZZZZZZ         89.271    104.83    91.471    102.428   103.329   93.266    99.146    98.201    



14:58  ZZZZZZ         88.292    105.397   91.518    102.982   100.161   90.409    98.382    97.745    



15:03  ZZZZZZ         87.775    104.243   91.201    101.353   99.859    90.483    95.521    93.87     



15:08  ZZZZZZ         92.646    106.286   96.265    104.681   103.99    96.753    99.429    100.915   



15:13  JC97469-1      90.152    109.445   94.894    105.387   102.587   92.147    99.369    97.735    



15:18  MA47766-CCVA6  96.647    111.125   99.347    106.447   108.13    102.945   102.198   102.173   



15:23  MA47766-CCB6   96.846    107.2     95.198    103.011   104.822   95.038    98.731    102.72    



15:28  MP11929-MB7    97.351    108.961   95.859    104.338   105.345   96.223    100.415   103.066   



15:33  ZZZZZZ         98.628    111.109   92.818    103.706   108.373   90.467    99.67     104.358   



15:38  ZZZZZZ         97.547    108.446   96.44     103.504   105.265   95.85     99.462    102.712   



15:44  MP11929-B7     98        110.006   99.166    103.659   107.016   98.18     100.132   102.589   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



15:49  ZZZZZZ         98.252    106.112   95.394    102.105   103.87    93.974    97.654    99.89     



15:54  ZZZZZZ         93.333    104.58    91.547    99.773    101.326   88.752    96.705    98.112    



15:59  ZZZZZZ         99.762    107.78    95.649    101.941   103.748   95.371    98.105    100.145   



16:04  ZZZZZZ         100.344   106.21    96.213    101.376   104.355   95.619    96.169    99.378    



16:09  MA47766-CCVA7  98.9      109.25    98.345    100.413   105.967   97.176    96.632    99.805    



16:14  MA47766-CCB7   98.022    105.464   94.325    100.328   102.085   93.809    94.662    100.358   



16:19  MP11928-MB7    97.789    106.455   95.39     100.514   102.712   94.014    96.084    100.895   



16:24  MP11926-MB7    99.158    106.495   95.563    100.577   103.393   93.566    94.629    100.068   



16:29  MP11928-B7     98.574    107.949   95.378    99.592    102.814   93.46     94.672    99.993    



16:34  ZZZZZZ         101.309   106.429   95.551    100.785   103.756   95.1      96.127    99.545    



16:38  MP11926-B7     95.741    104.573   92.258    97.571    101.533   90.145    94.011    96.951    



16:43  ZZZZZZ         99.828    106.77    94.805    99.312    103.464   95.248    95.188    99.712    



16:52  ZZZZZZ         101.691   104.967   95.446    99.504    102.327   94.863    95.783    98.445    



16:59  ZZZZZZ         102.481   105.852   95.391    100.913   103.814   94.826    96.094    98.679    



17:04  ZZZZZZ         93.434    104.555   97.009    99.708    98.054    94.635    94.722    94.397    



17:08  MA47766-CCVA8  98.848    107.339   96.753    98.213    104.161   94.688    93.09     98.757    



17:13  MA47766-CCB8   96.59     104.104   93.92     97.64     100.583   92.131    91.255    98.069    



17:18  MP18207A-MB1   94.225    103.643   90.273    97.376    100.815   89.534    95.203    97.329    



17:23  MP18207A-B2    94.071    103.226   87.726    97.328    102.396   88.415    94.75     96.224    



17:28  MP18207A-S3    81.451    97.463    87.077    92.904    93.483    87.191    87.293    86.776    



17:33  MP18207A-S4    74.432    92.741    81.994    89.987    89.324    83.893    86.074    84.596    



17:38  JC97393-2      71.172    90.613    80.319    91.003    88.017    82.561    84.812    83.171    



17:42  MP18207A-SD1   72.522    91.312    78.694    88.877    90.948    82.537    86.829    89.529    



17:47  ZZZZZZ         71.584    99.334    89.298    97.187    92.543    87.517    89.623    88.031    



17:52  ZZZZZZ         67.77 !a  93.804    82.91     93.667    88.718    82.151    86.967    82.045    



17:57  ZZZZZZ         69.995 !a 95.325    78.723    93.244    96.834    83.324    93.453    91.898    



18:02  ZZZZZZ         71.791    94.85     80.746    91.673    91.585    81.749    84.92     86.173    



18:07  MA47766-CCVA9  77.318    97.516    85.424    94.783    98.4      88.331    91.177    93.199    



18:12  MA47766-CCB9   79.03     96.728    80.48     91.048    94.523    83.052    88.021    92.739    



18:17  ZZZZZZ         77.91     95.818    80.186    92.255    95.417    85.142    95.348    93.273    



18:22  ZZZZZZ         79.576    95.583    81.373    92.367    96.656    84.856    97.439    92.104    



18:27  ZZZZZZ         80.786    96.898    82.643    94.917    98.54     86.935    96.986    92.556    



18:32  ZZZZZZ         81.99     98.17     83.45     95.223    98.78     85.602    93.623    93.224    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



18:36  ZZZZZZ         77.764    100.311   84.749    94.581    96.247    85.24     88.136    90.595    



18:41  ZZZZZZ         73.999    95.613    81.087    92.261    90.995    81.059    85.09     85.417    



18:46  ZZZZZZ         71.449    95.033    81.328    92.574    89.881    82.497    85.53     81.327    



18:51  ZZZZZZ         70.809    92.788    80.776    90.407    87.721    81.078    83.308    79.791    



18:56  ZZZZZZ         72.782    91.362    82.658    93.161    87.123    80.418    83.836    77.685    



19:01  ZZZZZZ         76.165    93.379    83.872    94.043    87.705    80.035    88.737    78.727    



19:06  MA47766-CCVA10 86.251    100.367   86.946    94.202    99.043    88.545    88.869    93.7      



19:11  MA47766-CCB10  86.683    100.763   85.878    94.639    97.927    86.116    90.214    94.11     



19:16  ZZZZZZ         76.972    95.881    81.858    89.965    92.56     82.508    89.506    82.947    



19:20  MP18214A-MB1   86.629    101.274   85.132    94.552    98.706    86.544    89.603    96.087    



19:25  MP18214A-B2    85.834    100.047   84.568    93.308    97.182    86.207    88.456    92.672    



19:30  MP18214A-S3    82.861    104.855   90.39     96.808    96.413    87.205    86.041    91.347    



19:35  MP18214A-S4    80.768    101.392   86.451    92.716    92.309    83.361    83.994    88.691    



19:40  JC97458-6      81.454    99.65     87.85     94.476    92.982    84.56     83.829    89.002    



19:45  MP18214A-SD1   86.803    100.167   86.013    92.98     98.091    87.517    88.639    92.506    



19:50  ZZZZZZ         82.306    100.787   86.576    93.869    93.609    82.788    83.839    90.57     



19:55  ZZZZZZ         82.648    103.64    89.235    96.307    94.504    83.893    85        90.349    



19:59  ZZZZZZ         82.099    99.984    86.086    93.924    92.914    83.39     83.851    89.513    



20:04  MA47766-CCVA11 81.147    95.318    83.422    89.305    94.768    84.938    85.105    89.766    



20:09  MA47766-CCB11  80.768    93.547    71.438    88.512    93.295    74.141    84.447    90.363    



20:14  ZZZZZZ         81.735    102.169   89.021    97.358    91.556    84.292    84.267    88.155    



20:19  ZZZZZZ         83.056    101       87.627    96.153    93.597    84.332    84.495    90.678    



20:24  ZZZZZZ         82.352    100.476   87.779    94.528    94.186    84.356    85.686    90.33     



20:29  ZZZZZZ         80.455    100.752   88.576    77.512    93.04     84.613    71.655    89.233    



20:34  ZZZZZZ         81.881    101.845   89.812    96.348    91.866    84.524    84.327    88.096    



20:38  ZZZZZZ         82.194    102.079   89.349    96.908    93.189    84.833    85.425    89.911    



20:43  ZZZZZZ         80.952    103.594   89.821    97.242    93.537    84.986    84.742    89.937    



20:48  ZZZZZZ         82.707    100.886   87.266    95.227    94.59     85.037    85.508    91.376    



20:53  ZZZZZZ         81.025    101.252   88.619    96.291    92.996    84.685    83.088    89.761    



20:58  ZZZZZZ         82.498    103.176   90.11     97.215    94.958    85.255    85.461    91.035    



21:03  MA47766-CCVA12 82.373    96.67     84.729    90.472    95.802    86.329    86.264    91.762    



21:08  MA47766-CCB12  81.613    95.559    81.597    89.915    93.724    82.794    83.854    92.72     



21:13  ZZZZZZ         79.945    102.629   90.201    96.859    92.636    84.214    84.715    88.574    



_________________________________________________________________________________________________________



Page 4



67 of 599



JC97469



6
6.2.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



21:18  ZZZZZZ         81.53     98.224    83.95     93.204    94.141    83.148    85.24     91.45     



21:22  ZZZZZZ         82.425    101.922   87.566    95.554    93.33     84.3      84.109    90.156    



21:27  ZZZZZZ         82.968    100.977   87.815    94.245    94.275    85.012    84.7      90.584    



21:32  ZZZZZZ         82.961    100.957   86.802    93.848    93.981    83.647    82.72     89.005    



21:37  MP18214A-PS1   82.357    100.916   88.977    93.379    94.721    85.132    83.316    89.21     



21:42  MP18232-MB1    83.189    95.342    81.607    88.827    93.341    83.189    83.971    91.158    



21:47  MP18232-B1     83.579    96.759    82.601    89.907    96.003    83.603    84.554    93.88     



21:52  MP18232-S1     81.903    97.269    82.263    87.965    96.866    83.84     84.087    92.193    



21:57  MP18232-S2     81.085    97        82.901    88.57     96.067    84.094    84.88     90.875    



22:01  MA47766-CCVA13 80.021    95.065    82.486    87.861    94.326    83.751    82.98     88.687    



22:06  MA47766-CCB13  78.382    91.252    77.907    86.141    90.322    79.659    81.019    87.987    



22:11  JC97736-4      79.684    93.217    81.417    87.34     91.333    82.382    82.673    88.605    



22:16  ZZZZZZ         80.179    94.868    75.997    87.39     93.599    76.989    82.535    88.788    



22:21  ZZZZZZ         78.843    94.363    80.102    87.171    92.827    80.434    82.255    87.72     



22:26  MP18233-MB1    No results reported for the elements associated with this internal standard.



22:31  MP18233-B1     No results reported for the elements associated with this internal standard.



22:37  MP18233-S1     No results reported for the elements associated with this internal standard.



22:42  MP18233-S2     No results reported for the elements associated with this internal standard.



22:47  JC97735-1      No results reported for the elements associated with this internal standard.



22:53  MP18233-S3     No results reported for the elements associated with this internal standard.



22:58  JC97735-2      No results reported for the elements associated with this internal standard.



23:03  MA47766-CCVA14 79.322    93.231    81.288    85.164    91.375    81.613    79.367    87.628    



23:08  MA47766-CCB14  78.707    90.381    77.763    84.181    88.788    78.359    78.849    87.496    



23:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:19  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:24  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:29  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:35  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:45  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:01  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



00:06  MA47766-CCVA15 79.301    92.084    80.284    84.5      90.426    80.114    79.827    85.387    



00:11  MA47766-CCB15  66.048    71.867    76.036    83.607    72.245    76.521    78.541    69.773    



00:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:22  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:27  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:33  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:54  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:59  MP18234-MB1    80.359    89.127    75.569    82.486    85.524    75.909    77.983    85.081    



01:04  MP18234-B1     79.993    89.901    76.588    82.574    88.481    76.983    77.931    85.849    



01:10  MA47766-CCVA16 79.37     90.52     74.692    83.843    88.702    73.678    77.473    84.39     



01:14  MA47766-CCB16  79.077    88.452    75.312    82.313    87.002    75.936    77.085    83.979    



01:20  MP18234-S1     83.01     92.162    80.611    84.36     91.155    82.616    80.215    85.321    



01:25  MP18234-S2     83.914    92.404    80.725    84.222    91.338    82.42     81.036    86.136    



01:30  JC97736-3      82.593    90.839    80.386    84.38     88.908    81.661    79.102    83.891    



01:35  MP18234-S3     84.654    92.746    81.117    84.59     91.898    82.513    79.892    86.511    



01:40  JC97736-6      82.977    90.417    80.783    91.797    89.753    81.133    79.88     84.5      



01:46  ZZZZZZ         83.434    91.503    80.776    68.779    90.24     80.384    68.695    84.472    



01:51  ZZZZZZ         83.547    90.832    80.168    84.43     90.079    80.96     78.846    84.221    



01:56  ZZZZZZ         83.295    90.865    79.834    83.874    88.919    81.014    77.826    83.709    



02:02  ZZZZZZ         84.405    91.615    79.677    85.475    89.901    80.921    78.934    84.256    



02:07  ZZZZZZ         83.866    91.243    81.004    84.667    89.414    80.874    79.797    83.688    



02:13  MA47766-CCVA17 79.305    90.724    78.731    82.819    88.771    77.292    77.245    83.731    



02:18  MA47766-CCB17  78.52     86.878    75.881    82.068    85.326    74.871    75.854    83.256    



02:23  ZZZZZZ         92.874    101.229   89.153    146.081 !a98.113    87.082    130.615 !a92.667    



02:29  ZZZZZZ         83.639    89.971    79.556    83.953    88.615    80.133    78.093    82.154    



02:34  ZZZZZZ         83.662    90.958    78.895    84.028    88.974    80.212    78.111    82.974    



02:39  ZZZZZZ         83.863    90.996    79.681    83.29     88.262    80.28     78.286    83.175    



02:45  ZZZZZZ         84.825    91.961    80.684    84.438    89.049    80.48     79.072    83.767    



02:50  ZZZZZZ         No results reported for the elements associated with this internal standard.



02:55  ZZZZZZ         83.209    90.32     79.786    82.46     87.997    78.929    77.605    82.672    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



03:00  ZZZZZZ         84.548    90.916    80.016    84.387    88.185    80.729    77.495    83.783    



03:05  ZZZZZZ         84.508    91.645    80.06     83.342    90.143    80.607    77.153    82.712    



03:10  ZZZZZZ         84.213    90.716    80.011    83.734    88.627    79.531    78.053    83.684    



03:15  MA47766-CCVA18 80.081    89.134    77.292    80.611    86.778    77.167    75.266    82.728    



03:20  MA47766-CCB18  78.426    85.701    73.616    55.221 !a 84.381    73.24     54.297 !a 81.549    



03:24  ZZZZZZ         82.896    89.013    79.125    82.304    88.147    77.984    76.89     82.344    



03:29  ZZZZZZ         83.239    90.056    78.982    82.504    87.555    78.782    76.89     82.415    



03:34  ZZZZZZ         84.726    91.278    79.686    83.35     89.736    80.338    77.35     82.154    



03:39  MP18235-MB1    80.487    87.421    73.99     80.372    84.518    73.542    75.106    82.386    



03:44  MP18235-B1     79.91     88.818    74.539    80.544    86.475    75.189    74.133    83.715    



03:49  MP18235-S1     84.03     90.232    78.801    81.764    89.651    78.5      76.174    83.37     



03:54  MP18235-S2     84.121    90.713    78.641    82.663    90.07     78.977    76.742    83.666    



03:59  JC97736-25     82.737    88.674    78.121    82.192    86.862    78.371    77.505    81.785    



04:04  ZZZZZZ         79.152    87.115    73.048    79.855    83.394    73.331    73.125    81.068    



04:09  ZZZZZZ         79.307    86.463    72.85     68.254    83.13     72.052    61.216    81.316    



04:13  MA47766-CCVA19 78.88     88.138    75.763    79.613    86.893    74.751    74.648    81.474    



04:18  MA47766-CCB19  78.828    86.003    72.765    79.708    83.271    72.686    73.54     81.749    



04:23  ZZZZZZ         78.357    86.218    73.219    79.45     84.216    72.108    73.092    80.747    



04:28  ZZZZZZ         79.158    86.443    69.882    79.434    82.106    69.177    73.232    81.229    



! = Outside limits.



LEGEND:                                                
Istd#   Parameter                Limits                _______ ________________________ __________           
Istd#1  Lithium                  60-125 %             
Istd#2  Scandium (45-1)          60-125 %             
Istd#3  Scandium (45-2)          60-125 %             
Istd#4  Scandium (45-3)          60-125 %             
Istd#5  Germanium (74-1)         60-125 %             
Istd#6  Germanium (74-2)         60-125 %             
Istd#7  Germanium (74-3)         60-125 %             
Istd#8  Rhodium (103-1)          60-125 %             



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



10:09  MA47766-STD1   No results reported for the elements associated with this internal standard.



10:14  MA47766-STD2   No results reported for the elements associated with this internal standard.



10:19  MA47766-STD3   100       100       100       100       100       100       100       100       



10:24  MA47766-STD4   100.694   100.958   99.714    101.136   99.118    100.67    100.337   99.924    



10:29  MA47766-STD5   100.706   100.875   99.239    100.701   99.045    100.233   101.014   98.994    



10:34  MA47766-STD6   98.729    99.051    99.314    99.636    99.526    99.581    99.955    99.628    



10:39  MA47766-STD7   99.837    98.327    99.425    98.831    100.16    99.109    99.235    100.927   



10:44  MA47766-STD8   98.358    96.642    101.143   98.251    101.16    99.585    98.188    103.772   



10:49  MA47766-STD9   98.637    96.344    98.356    99.146    97.422    99.157    97.789    98.294    



10:54  MA47766-STD10  100.871   98.588    98.386    100.114   98.621    101.761   99.494    99.202    



10:59  MA47766-STD11  101.729   98.66     98.726    102.993   99.781    102.912   100.866   100.231   



11:04  MA47766-STD12  99.045    97.512    97.141    102.145   97.921    102.51    99.405    97.826    



11:09  ZZZZZZ         102.407   101.038   101.302   101.654   98.506    100.084   98.486    99.019    



11:21  MA47766-ICVA1  100.378   97.288    99.089    101.846   99.635    102.328   98.267    100.39    



11:26  MA47766-ICV1   100.733   101.149   100.211   99.624    99.041    98.887    98.915    99.974    



11:31  MA47766-ICB1   100.692   99.389    100.872   99.809    98.102    98.152    97.204    99.14     



11:36  MA47766-CCVA1  99.131    96.73     100.927   99.643    100.583   101.269   98.51     102.39    



11:41  MA47766-CCB1   99.82     100.26    100.496   98.634    98.59     98.179    97.545    99.098    



11:46  MA47766-CRI1   100.488   99.858    101.593   101.027   99.827    99.264    97.733    100.563   



11:54  MA47766-ICSA1  90.294    92.128    90.374    95.291    90.696    92.595    100.287   91.21     



11:58  MA47766-ICSAB1 90.485    84.504    93.696    95.865    94.378    92.643    91.318    94.098    



12:03  ZZZZZZ         93.491    96.896    101.298   93.607    101.883   94.093    95.258    103.974   



12:08  MA47766-CCVA2  99.24     94.99     103.84    99.321    107.688   102.002   98.405    107.811   



12:13  MA47766-CCB2   97.657    98.51     101.545   96.816    106.821   98.349    97.265    102.524   



12:19  ZZZZZZ         96.904    97.761    103.074   92.468    105.989   97.943    97.976    106.543   



12:24  ZZZZZZ         92.147    98.005    103.251   88.764    104.338   92.658    99.434    106.862   



12:29  ZZZZZZ         97.122    96.853    103.747   94.976    107.968   100.195   99.85     110.182   



12:34  MP18043-S1     95.3      95.016    103.521   93.488    107.07    98.83     98.109    109.076   



12:38  MP18043-S1     98.732    99.156    104.818   95.974    107.189   99.664    99.051    109.28    



12:44  MP18043-S2     96.352    96.545    104.518   93.854    108.892   99.297    99.607    110.429   



12:49  MP18043-S2     98.772    98.752    105.989   94.734    105.78    99.035    98.672    108.274   



12:54  JC97373-1      97.929    97.88     105.61    95.9      107.742   99.588    99.199    109.62    



12:59  MA47766-CCVA3  98.26     96.156    106.44    95.322    107.884   99.219    97.767    110.342   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



13:04  MA47766-CCB3   97.209    97.312    111.909   93.921    112.054   95.611    96.731    106.119   



13:09  JC97373-1      95.725    97.305    103.029   91.903    105.076   94.855    96.935    105.51    



13:14  MP18043-SD1    96.618    96.843    103.915   93.284    104.908   94.909    97.667    106.029   



13:19  MP18043-SD1    97.364    97.684    105.186   93.464    105.51    95.625    96.258    105.625   



13:24  MP18043-S3     94.579    94.114    91.772    91.732    95.647    97.634    98.476    97.423    



13:29  MP18043-S3     96.974    96.913    105.845   93.61     104.684   96.013    96.959    106.959   



13:34  MP18043-S4     97.105    92.867    103.096   94.165    106.592   99.675    96.693    108.594   



13:39  MP18043-S4     95.991    96.483    103.477   92.899    105.705   95.343    96.824    107.312   



13:44  JC97373-1F     95.903    96.381    102.814   92.246    106.611   96.752    97.079    107.093   



13:49  MA47766-CCVA4  96.569    94.242    105.56    94.22     107.82    97.273    96.467    109.653   



13:54  MA47766-CCB4   94.315    95.179    103.22    90.9      101.871   92.034    93.563    103.37    



13:59  JC97373-1F     93.65     93.127    101.185   88.928    101.848   92        93.041    103.158   



14:04  MP18043-SD2    93.629    93.557    102.45    90.243    103.361   93.099    93.103    105.471   



14:09  MP18043-SD2    93.351    94.836    102.491   90.483    100.408   92.454    93.697    102.217   



14:14  ZZZZZZ         93.856    93.511    101.917   90.738    105.311   96.571    96.067    107.614   



14:19  ZZZZZZ         93.654    94.295    102.825   90.95     103.866   94.112    95.604    105.45    



14:24  ZZZZZZ         91.903    91.92     101.043   89.277    103.286   93.696    96.576    104.474   



14:28  ZZZZZZ         93.205    94.174    103.9     90.246    102.53    93.473    95.269    104.831   



14:33  ZZZZZZ         90.687    91.848    100.769   87.651    104.593   92.975    94.778    105.94    



14:38  MA47766-CCVA5  95.35     92.155    108.645   92.932    112.726   97.089    94.052    111.374   



14:43  MA47766-CCB5   92.577    93.025    100.128   88.627    100.656   89.807    91.358    100.594   



14:48  ZZZZZZ         89.123    89.752    99.561    86.943    103.068   91.834    92.267    104.731   



14:53  ZZZZZZ         90.537    90.38     100.589   87.578    103.34    91.909    92.668    105.271   



14:58  ZZZZZZ         89.425    90.591    99.242    85.425    102.424   91.306    93.084    108.3     



15:03  ZZZZZZ         85.933    85.842    97.242    84.163    102.211   89.719    91.613    104.423   



15:08  ZZZZZZ         95.288    93.712    103.188   91.492    102.281   94.241    94.989    103.037   



15:13  JC97469-1      90.91     90.352    101.341   86.515    104.84    92.773    93.926    116.938   



15:18  MA47766-CCVA6  95.823    92.404    104.89    93.693    105.731   96.385    94.907    106.978   



15:23  MA47766-CCB6   93.048    93.648    102.801   89.156    101.322   91.345    92.044    103.078   



15:28  MP11929-MB7    94.329    93.949    103.485   90.212    100.17    91.583    92.762    102.998   



15:33  ZZZZZZ         88.038    92.879    104.912   84.988    103.589   86.394    91.097    104.472   



15:38  ZZZZZZ         93.311    94.035    102.068   90.052    100.977   91.108    90.423    102.465   



15:44  MP11929-B7     94.745    92.837    103.042   91.349    102.707   92.436    90.438    103.76    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



15:49  ZZZZZZ         92.436    92.08     101.16    88.736    98.487    89.227    87.279    99.766    



15:54  ZZZZZZ         89.052    87.929    99.433    84.268    100.03    88.748    86.836    102.231   



15:59  ZZZZZZ         92.95     92.05     100.819   89.979    99.625    89.701    87.903    100.912   



16:04  ZZZZZZ         93.461    92.132    100.409   89.442    98.532    89.145    87.269    100.45    



16:09  MA47766-CCVA7  93.259    89.166    101.004   90.583    100.61    92.021    86.28     101.127   



16:14  MA47766-CCB7   91.483    90.79     99.097    87.219    98.505    87.569    85.044    98.478    



16:19  MP11928-MB7    91.942    90.007    100.773   86.89     97.674    87.832    85.006    99.217    



16:24  MP11926-MB7    92.109    90.965    100.379   87.594    96.555    87.56     84.756    98.039    



16:29  MP11928-B7     91.335    88.853    99.339    86.819    99.683    89.65     85.7      99.655    



16:34  ZZZZZZ         91.96     90.851    100.225   89.301    97.779    88.787    85.884    98.821    



16:38  MP11926-B7     88.856    86.544    98.003    84.707    99.633    88.975    86.117    100.096   



16:43  ZZZZZZ         92.531    90.149    100.417   89.444    98.791    88.925    86.271    99.164    



16:52  ZZZZZZ         92.227    90.801    99.35     88.824    96.195    88.628    86.728    96.636    



16:59  ZZZZZZ         91.558    90.86     99.618    88.663    97.733    89.042    86.059    97.727    



17:04  ZZZZZZ         91.012    87.32     95.626    88.442    98.348    90.726    86.075    96.182    



17:08  MA47766-CCVA8  90.895    86.018    97.808    88.482    99.447    90.18     84.79     99.008    



17:13  MA47766-CCB8   90.843    87.735    98.689    86.332    96.485    86.847    83.648    97.29     



17:18  MP18207A-MB1   88.398    86.415    96.628    83.51     95.838    86.127    83.649    97.701    



17:23  MP18207A-B2    84.16     85.686    98.029    81.592    98.197    84.964    84.464    100.04    



17:28  MP18207A-S3    81.512    79.463    91.394    80.312    96.105    86.421    83.433    120.043   



17:33  MP18207A-S4    79.166    77.213    89.558    77.778    93.944    84.5      83.219    117.316   



17:38  JC97393-2      78.379    76.889    88.025    76.297    93.638    84.274    83.677    115.633   



17:42  MP18207A-SD1   81.546    81.1      92.182    78.297    94.474    83.677    82.583    100.114   



17:47  ZZZZZZ         82.042    80.952    93.32     80.447    97.698    86.036    85.681    129.866   



17:52  ZZZZZZ         75.189    76.499    87.617    74.675    90.792    77.504    80.045    97.033    



17:57  ZZZZZZ         81.872    81.097    96.267    77.92     98.361    83.759    83.252    100.594   



18:02  ZZZZZZ         78        76.305    90.495    76.119    93.774    81.167    79.343    95.231    



18:07  MA47766-CCVA9  85.39     83.301    96.543    81.766    98.534    86.409    84.217    99.573    



18:12  MA47766-CCB9   83.41     82.853    94.411    78.532    94.894    81.405    79.875    95.493    



18:17  ZZZZZZ         82.071    82.233    93.288    76.264    94.97     81.782    81.202    96.022    



18:22  ZZZZZZ         82.64     82.397    93.589    76.574    95.176    81.783    81.284    97.043    



18:27  ZZZZZZ         83.235    82.641    94.014    77.7      95.398    82.396    81.617    96.696    



18:32  ZZZZZZ         84.056    83.569    94.37     78.757    95.748    82.123    82.795    96.232    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



18:36  ZZZZZZ         81.056    79.389    94.236    77.994    94.774    81.444    81.075    97.99     



18:41  ZZZZZZ         77.417    75.596    90.205    74.768    93.039    79.799    79.245    94.474    



18:46  ZZZZZZ         72.575    72.393    86.401    72.893    90.12     78.154    77.939    92.06     



18:51  ZZZZZZ         72.187    70.852    84.604    72.433    87.581    77.133    76.355    89.947    



18:56  ZZZZZZ         72.524    70.898    83.721    73.546    88.069    79.063    77.864    89.365    



19:01  ZZZZZZ         71.659    71.11     85.25     72.121    88.537    77.34     77.285    89.928    



19:06  MA47766-CCVA10 84.728    80.958    95.53     82.19     96.831    84.5      81.43     96.913    



19:11  MA47766-CCB10  85.151    84.277    95.097    80.693    94.086    82.638    80.551    95.098    



19:16  ZZZZZZ         75.602    73.644    87.332    73.758    90.885    79.398    77.812    92.141    



19:20  MP18214A-MB1   85.077    83.641    96.595    80.789    95.605    82.446    80.299    95.695    



19:25  MP18214A-B2    83.711    81.318    95.302    80.101    95.322    83.513    81.106    96.066    



19:30  MP18214A-S3    82.382    78.213    93.421    80.71     95.665    84.699    80.33     102.909   



19:35  MP18214A-S4    79.875    75.999    91.805    77.915    93.686    82.92     79.167    100.84    



19:40  JC97458-6      81.491    77.501    91.3      79.367    92.691    83.793    79.427    100.758   



19:45  MP18214A-SD1   84.008    82.027    95.266    81.97     94.079    83.317    80.715    96.898    



19:50  ZZZZZZ         80.606    77.571    92.146    78.048    93.967    81.593    78.564    101.413   



19:55  ZZZZZZ         81.818    78.159    92.219    78.945    93.704    82.906    79.561    104.165   



19:59  ZZZZZZ         80.969    78.113    91.313    78.146    93.315    82.424    79.438    99.778    



20:04  MA47766-CCVA11 81.941    77.97     92.23     79.844    93.111    83.415    78.49     94.824    



20:09  MA47766-CCB11  72.502    79.389    91.114    69.767 !a 90.562    71.477    77.008    90.721    



20:14  ZZZZZZ         80.845    77.455    90.479    78.851    92.013    82.705    79.428    103.625   



20:19  ZZZZZZ         81.931    78.104    92.971    79.786    93.419    82.546    79.371    100.063   



20:24  ZZZZZZ         81.591    77.558    92.695    79.394    93.48     83.108    79.568    100.685   



20:29  ZZZZZZ         80.583    62.124 !a 90.941    78.567    92.276    82.742    63.915 !a 102.213   



20:34  ZZZZZZ         81.064    76.492    90.652    79.337    92.324    83.07     79.463    100.712   



20:38  ZZZZZZ         81.876    77.522    91.409    79.736    93.508    83.554    80.918    102.844   



20:43  ZZZZZZ         81.496    76.829    92.441    79.74     94.035    83.43     80.202    103.57    



20:48  ZZZZZZ         81.497    78.22     93.121    78.909    93.784    82.217    79.429    102.515   



20:53  ZZZZZZ         81.31     76.974    91.457    79.398    93.83     83.438    80.339    103.141   



20:58  ZZZZZZ         82.397    77.82     92.339    79.767    93.668    82.799    79.837    101.819   



21:03  MA47766-CCVA12 83.08     77.958    93.63     81.014    93.925    83.68     79.65     94.389    



21:08  MA47766-CCB12  81.852    78.785    92.67     78.596    91.781    80.28     78.239    92.158    



21:13  ZZZZZZ         81.018    75.979    90.112    79.333    92.597    83.209    79.479    100.415   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



21:18  ZZZZZZ         81.07     77.64     92.513    78.693    92.791    81.961    78.959    98.016    



21:22  ZZZZZZ         81.054    77.211    91.634    78.723    92.86     82.536    79.048    101.517   



21:27  ZZZZZZ         81.483    76.953    92.71     79.516    92.873    82.607    78.779    100.983   



21:32  ZZZZZZ         80.484    76.184    91.741    78.212    92.11     81.52     78.396    98.809    



21:37  MP18214A-PS1   80.962    75.806    91.347    80.466    92.253    83.432    78.148    99.083    



21:42  MP18232-MB1    81.472    78.619    92.014    78.858    90.494    79.859    76.9      91.549    



21:47  MP18232-B1     81.994    78.528    92.876    78.499    92.883    81.004    77.993    93.198    



21:52  MP18232-S1     80.737    76.351    93.805    79.033    94.919    81.435    77.254    94.916    



21:57  MP18232-S2     81.368    76.436    93.286    79.872    92.905    81.391    76.727    94.386    



22:01  MA47766-CCVA13 80.331    74.949    90.944    78.569    91.501    81.601    75.969    92.483    



22:06  MA47766-CCB13  78.682    75.968    89.139    75.305    89.045    77.719    74.103    89.23     



22:11  JC97736-4      78.881    75.13     90.748    77.279    89.321    79.166    75.103    89.602    



22:16  ZZZZZZ         74.625    76.147    91.368    73.483    89.855    75.047    76.599    90.776    



22:21  ZZZZZZ         78.894    75.015    90.803    77.199    90.428    79.316    76.324    91.456    



22:26  MP18233-MB1    No results reported for the elements associated with this internal standard.



22:31  MP18233-B1     No results reported for the elements associated with this internal standard.



22:37  MP18233-S1     No results reported for the elements associated with this internal standard.



22:42  MP18233-S2     No results reported for the elements associated with this internal standard.



22:47  JC97735-1      No results reported for the elements associated with this internal standard.



22:53  MP18233-S3     No results reported for the elements associated with this internal standard.



22:58  JC97735-2      No results reported for the elements associated with this internal standard.



23:03  MA47766-CCVA14 78.947    72.89     88.814    77.369    88.71     79.98     74.612    89.579    



23:08  MA47766-CCB14  77.339    74.491    87.359    74.698    86.806    75.815    72.55     87.845    



23:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:19  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:24  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:29  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:35  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:45  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:01  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



00:06  MA47766-CCVA15 77.308    72.061    88.329    76.198    89.028    79.356    75.867    90.638    



00:11  MA47766-CCB15  76.042    72.872    69.799    73.68     69.381    75.5      72.618    69.22     



00:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:22  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:27  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:33  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:54  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:59  MP18234-MB1    75.202    71.944    85.263    72.516    84.369    74.257    72.517    85.647    



01:04  MP18234-B1     75.638    71.92     87.699    73.819    86.528    76.297    72.659    87.283    



01:10  MA47766-CCVA16 71.116    70.312    85.834    69.735    86.465    72.817    72.996    86.861    



01:14  MA47766-CCB16  74.865    71.169    84.886    73.04     84.224    73.833    71.548    84.595    



01:20  MP18234-S1     76.567    72.112    87.17     77.716    85.873    78.171    73.063    87.145    



01:25  MP18234-S2     76.782    71.879    87.635    77.325    86.852    77.886    73.815    87.001    



01:30  JC97736-3      76.303    70.995    86.529    76.426    84.296    76.627    72.916    85.606    



01:35  MP18234-S3     77.216    71.466    88.691    77.333    87.809    78.524    73.216    88.427    



01:40  JC97736-6      76.492    77.177    86.226    76.359    84.976    76.603    79.079    84.755    



01:46  ZZZZZZ         75.424    58.866 !a 86.451    76.608    85.789    76.385    59.557 !a 86.383    



01:51  ZZZZZZ         76.285    71.213    86.463    76.203    84.805    76.375    72.334    86.101    



01:56  ZZZZZZ         75.171    71.541    86.198    75.531    84.172    75.675    72.344    84.314    



02:02  ZZZZZZ         75.981    71.023    87.119    75.643    85.063    76.21     72.319    85.203    



02:07  ZZZZZZ         75.868    70.908    86.063    76.526    84.659    76.65     71.63     85.339    



02:13  MA47766-CCVA17 75.141    69.63     85.522    74.327    86.098    76.353    71.824    86.309    



02:18  MA47766-CCB17  74.093    70.041    84.095    71.781    83.357    73.627    70.717    83.31     



02:23  ZZZZZZ         84.774    120.011   95.257    84.289    95.147    85.567    103.86    96.344    



02:29  ZZZZZZ         74.808    70.701    85.342    75.51     83.232    75.666    71.825    84.625    



02:34  ZZZZZZ         75.014    70.864    85.582    75.351    83.795    75.55     72.27     84.082    



02:39  ZZZZZZ         75.032    70.492    85.577    75.193    83.602    75.353    71.82     83.82     



02:45  ZZZZZZ         75.092    70.567    87.387    76.243    84.889    76.187    73.257    85.161    



02:50  ZZZZZZ         No results reported for the elements associated with this internal standard.



02:55  ZZZZZZ         74.979    69.702    85.092    74.874    83.8      75.416    71.409    83.617    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



03:00  ZZZZZZ         74.708    70.169    85.559    75.72     84.88     75.981    71.696    83.922    



03:05  ZZZZZZ         74.414    70.41     86.007    75.323    83.403    75.273    71.983    84.091    



03:10  ZZZZZZ         74.484    70.218    85.7      74.735    83.297    74.705    71.721    83.568    



03:15  MA47766-CCVA18 74.06     67.538    83.72     72.326    83.833    75.071    70.205    84.36     



03:20  MA47766-CCB18  72.345    47.676 !a 83.144    69.71     81.824    71.979    48.139 !a 82.213    



03:24  ZZZZZZ         73.657    68.989    84.833    74.208    82.955    74.265    70.473    84.308    



03:29  ZZZZZZ         73.678    69.517    84.484    73.75     83.202    74.03     70.78     84.234    



03:34  ZZZZZZ         73.811    70.773    85.238    75.038    84.351    75.068    72.393    83.708    



03:39  MP18235-MB1    72.444    68.959    82.458    70.362    82.347    71.944    69.502    82.548    



03:44  MP18235-B1     73.394    69.402    84.205    71.098    84.166    72.812    69.999    83.973    



03:49  MP18235-S1     73.986    68.671    86.026    75.081    83.923    75.245    70.61     83.806    



03:54  MP18235-S2     73.797    69.166    85.981    74.185    84.153    74.439    71.529    84.867    



03:59  JC97736-25     72.908    69.107    83.729    73.578    81.953    73.685    70.294    82.257    



04:04  ZZZZZZ         71.171    68.213    81.758    69.184    81.038    70.88     68.179    82.586    



04:09  ZZZZZZ         71.226    57.856 !  81.257    68.752    81.667    70.576    58.681 !  81.386    



04:13  MA47766-CCVA19 72.017    66.929    83.421    70.526    83.022    73.444    69.594    84.115    



04:18  MA47766-CCB19  70.857    67.603    81.806    68.824    80.93     70.603    67.915    81.686    



04:23  ZZZZZZ         71.522    67.758    82.278    69.01     80.558    70.438    67.872    81.094    



04:28  ZZZZZZ         67.878    67.361    81.481    65.195    81.215    67.235    67.674    81.265    



! = Outside limits.



LEGEND:                                                
Istd#   Parameter                Limits                _______ ________________________ __________           
Istd#9  Rhodium (103-2)          60-125 %             
Istd#10 Rhodium (103-3)          60-125 %             
Istd#11 Indium (115-1)           60-125 %             
Istd#12 Indium (115-2)           60-125 %             
Istd#13 Terbium (159-1)          60-125 %             
Istd#14 Terbium (159-2)          60-125 %             
Istd#15 Terbium (159-3)          60-125 %             
Istd#16 Holmium (165-1)          60-125 %             



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



10:09  MA47766-STD1   No results reported for the elements associated with this internal standard.



10:14  MA47766-STD2   No results reported for the elements associated with this internal standard.



10:19  MA47766-STD3   100       100       100       



10:24  MA47766-STD4   100.87    98.89     99.738    



10:29  MA47766-STD5   100.066   100.633   100.217   



10:34  MA47766-STD6   99.369    100.378   99.206    



10:39  MA47766-STD7   99.959    100.977   99.187    



10:44  MA47766-STD8   99.071    103.443   99.202    



10:49  MA47766-STD9   99.432    98.653    98.77     



10:54  MA47766-STD10  102.099   96.678    99.976    



10:59  MA47766-STD11  103.21    95.303    99.19     



11:04  MA47766-STD12  102.754   92.751    96.478    



11:09  ZZZZZZ         100.575   100.153   99.197    



11:21  MA47766-ICVA1  102.626   96.261    98.03     



11:26  MA47766-ICV1   98.878    99.97     97.246    



11:31  MA47766-ICB1   98.852    99        97.342    



11:36  MA47766-CCVA1  101.524   98.285    97.299    



11:41  MA47766-CCB1   97.798    99.309    97.273    



11:46  MA47766-CRI1   98.603    98.941    97.362    



11:54  MA47766-ICSA1  91.786    81.414    81.349    



11:58  MA47766-ICSAB1 93.174    83.48     82.173    



12:03  ZZZZZZ         94.734    101.107   94.426    



12:08  MA47766-CCVA2  102.465   103.304   99.794    



12:13  MA47766-CCB2   99.187    101.769   97.619    



12:19  ZZZZZZ         98.22     103.341   95.86     



12:24  ZZZZZZ         93.559    103.61    91.009    



12:29  ZZZZZZ         101.667   103.341   96.221    



12:34  MP18043-S1     101.536   102.002   95.002    



12:38  MP18043-S1     100.735   105.37    98.424    



12:44  MP18043-S2     100.956   103.056   95.27     



12:49  MP18043-S2     99.857    104.188   97.047    



12:54  JC97373-1      101.27    102.616   97.899    



12:59  MA47766-CCVA3  100.835   104.508   96.536    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



13:04  MA47766-CCB3   95.38     103.827   95.329    



13:09  JC97373-1      96.111    102.228   94.713    



13:14  MP18043-SD1    96.418    104.026   95.077    



13:19  MP18043-SD1    96.979    104.158   94.676    



13:24  MP18043-S3     97.611    88.674    93.413    



13:29  MP18043-S3     97.009    102.812   95.227    



13:34  MP18043-S4     101.46    101.103   95.454    



13:39  MP18043-S4     95.953    102.146   94.652    



13:44  JC97373-1F     97.383    101.355   93.828    



13:49  MA47766-CCVA4  98.474    103.376   94.638    



13:54  MA47766-CCB4   93.825    100.9     93.192    



13:59  JC97373-1F     93.94     101.068   92.351    



14:04  MP18043-SD2    93.493    100.813   92.366    



14:09  MP18043-SD2    92.666    100.341   91.762    



14:14  ZZZZZZ         97.69     98.785    92.443    



14:19  ZZZZZZ         95.555    101.034   92.077    



14:24  ZZZZZZ         94.675    99.541    90.381    



14:28  ZZZZZZ         93.727    100.35    91.251    



14:33  ZZZZZZ         94.081    98.329    89.02     



14:38  MA47766-CCVA5  97.769    103.703   93.58     



14:43  MA47766-CCB5   91.095    99.679    89.839    



14:48  ZZZZZZ         93.516    96.461    87.685    



14:53  ZZZZZZ         92.674    96.722    87.521    



14:58  ZZZZZZ         96.274    98.222    88.237    



15:03  ZZZZZZ         93.593    92.283    83.092    



15:08  ZZZZZZ         95.669    99.847    92.856    



15:13  JC97469-1      102.19    98.873    89.063    



15:18  MA47766-CCVA6  97.628    101.196   92.705    



15:23  MA47766-CCB6   92.462    99.434    90.376    



15:28  MP11929-MB7    92.286    98.476    90.804    



15:33  ZZZZZZ         86.963    101.274   83.997    



15:38  ZZZZZZ         91.41     98.591    90.346    



15:44  MP11929-B7     93.521    99.523    90.418    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



15:49  ZZZZZZ         89.388    97.405    88.664    



15:54  ZZZZZZ         89.72     95.095    84.969    



15:59  ZZZZZZ         89.502    98.133    88.176    



16:04  ZZZZZZ         90.528    96.705    88.614    



16:09  MA47766-CCVA7  92.452    95.405    88.531    



16:14  MA47766-CCB7   87.456    94.299    86.625    



16:19  MP11928-MB7    87.789    95.081    87.041    



16:24  MP11926-MB7    88.52     95.372    87.019    



16:29  MP11928-B7     90.11     95.909    86.986    



16:34  ZZZZZZ         88.552    96.097    88.285    



16:38  MP11926-B7     89.872    94.7      84.749    



16:43  ZZZZZZ         88.236    96.574    88.079    



16:52  ZZZZZZ         89.395    94.009    88.397    



16:59  ZZZZZZ         89.132    94.4      87.57     



17:04  ZZZZZZ         90.888    89.346    86.81     



17:08  MA47766-CCVA8  90.374    93.978    87.149    



17:13  MA47766-CCB8   87.487    94.113    85.908    



17:18  MP18207A-MB1   86.264    92.841    83.417    



17:23  MP18207A-B2    84.965    92.898    80.918    



17:28  MP18207A-S3    108.113   85.111    78.356    



17:33  MP18207A-S4    105.171   84.794    77.4      



17:38  JC97393-2      104.883   84.369    76.881    



17:42  MP18207A-SD1   87.849    91.241    82.545    



17:47  ZZZZZZ         114.767   87.423    78.303    



17:52  ZZZZZZ         83.009    79.996    69.669 !a 



17:57  ZZZZZZ         85.485    92.955    81.476    



18:02  ZZZZZZ         81.53     85.539    75.537    



18:07  MA47766-CCVA9  87.668    92.617    84.291    



18:12  MA47766-CCB9   82.385    93.244    81.33     



18:17  ZZZZZZ         82.902    91.158    79.41     



18:22  ZZZZZZ         81.862    90.419    79.574    



18:27  ZZZZZZ         82.646    90.714    80.129    



18:32  ZZZZZZ         82.294    91.337    80.173    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



18:36  ZZZZZZ         84.206    87.208    76.15     



18:41  ZZZZZZ         81.621    84.724    74.713    



18:46  ZZZZZZ         79.226    77.497    68.363 !a 



18:51  ZZZZZZ         78.368    75.159    68.13 !a  



18:56  ZZZZZZ         79.962    74.875    67.699 !a 



19:01  ZZZZZZ         78.097    75.1      66.682 !a 



19:06  MA47766-CCVA10 85.72     91.055    82.566    



19:11  MA47766-CCB10  82.949    91.201    80.844    



19:16  ZZZZZZ         79.991    79.355    71.192    



19:20  MP18214A-MB1   82.869    93.469    81.905    



19:25  MP18214A-B2    84.861    91.015    81.291    



19:30  MP18214A-S3    91.335    87.451    81.492    



19:35  MP18214A-S4    89.932    86.609    79.727    



19:40  JC97458-6      90.709    88.438    80.874    



19:45  MP18214A-SD1   84.743    92.566    83.095    



19:50  ZZZZZZ         88.443    90.609    79.991    



19:55  ZZZZZZ         91.354    88.54     80.043    



19:59  ZZZZZZ         89.185    88.005    79.759    



20:04  MA47766-CCVA11 84.204    88.341    81.185    



20:09  MA47766-CCB11  71.728    88.88     71.457    



20:14  ZZZZZZ         92.11     87.073    79.762    



20:19  ZZZZZZ         87.604    89.749    81.349    



20:24  ZZZZZZ         90.012    88.744    80.163    



20:29  ZZZZZZ         90.621    87.97     79.472    



20:34  ZZZZZZ         91.081    86.538    80.014    



20:38  ZZZZZZ         92.413    87.738    80.47     



20:43  ZZZZZZ         91.329    88.945    80.957    



20:48  ZZZZZZ         88.524    90.027    80.085    



20:53  ZZZZZZ         92.011    88.074    80.18     



20:58  ZZZZZZ         90.686    88.98     79.55     



21:03  MA47766-CCVA12 84.243    88.83     80.942    



21:08  MA47766-CCB12  81.047    88.381    79.731    



21:13  ZZZZZZ         90.555    86.815    79.123    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



21:18  ZZZZZZ         86.186    89.209    79.881    



21:22  ZZZZZZ         89.173    88.12     79.326    



21:27  ZZZZZZ         89.43     88.25     79.829    



21:32  ZZZZZZ         87.168    87.524    79.884    



21:37  MP18214A-PS1   90.366    86.531    80.393    



21:42  MP18232-MB1    80.367    88.254    79.73     



21:47  MP18232-B1     80.759    91.095    80.768    



21:52  MP18232-S1     81.805    88.646    79.194    



21:57  MP18232-S2     81.192    89.029    79.346    



22:01  MA47766-CCVA13 82.884    85.768    78.871    



22:06  MA47766-CCB13  78.065    85.536    76.761    



22:11  JC97736-4      79.28     85.58     77.234    



22:16  ZZZZZZ         75.511    86.184    73.069    



22:21  ZZZZZZ         80.104    86.617    77.378    



22:26  MP18233-MB1    No results reported for the elements associated with this internal standard.



22:31  MP18233-B1     No results reported for the elements associated with this internal standard.



22:37  MP18233-S1     No results reported for the elements associated with this internal standard.



22:42  MP18233-S2     No results reported for the elements associated with this internal standard.



22:47  JC97735-1      No results reported for the elements associated with this internal standard.



22:53  MP18233-S3     No results reported for the elements associated with this internal standard.



22:58  JC97735-2      No results reported for the elements associated with this internal standard.



23:03  MA47766-CCVA14 81.153    84.111    77.274    



23:08  MA47766-CCB14  76.643    83.71     75.238    



23:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:19  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:24  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:29  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:35  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:45  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:01  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



00:06  MA47766-CCVA15 80.189    84.363    76.449    



00:11  MA47766-CCB15  75.631    67.903    74.324    



00:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:22  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:27  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:33  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:54  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:59  MP18234-MB1    75.087    82.948    73.373    



01:04  MP18234-B1     75.768    85.454    75.044    



01:10  MA47766-CCVA16 72.987    83.188    69.573    



01:14  MA47766-CCB16  74.769    81.028    73.403    



01:20  MP18234-S1     77.989    82.75     75.994    



01:25  MP18234-S2     78.361    84.309    75.835    



01:30  JC97736-3      77.263    81.46     74.707    



01:35  MP18234-S3     78.861    84.241    75.509    



01:40  JC97736-6      77.015    81.29     74.428    



01:46  ZZZZZZ         76.515    82.806    74.492    



01:51  ZZZZZZ         76.52     81.125    73.831    



01:56  ZZZZZZ         75.546    81.176    73.768    



02:02  ZZZZZZ         76.433    80.255    73.857    



02:07  ZZZZZZ         77.773    80.607    74.149    



02:13  MA47766-CCVA17 76.703    80.267    73.41     



02:18  MA47766-CCB17  73.591    80.715    72.359    



02:23  ZZZZZZ         85.214    87.688    83.182    



02:29  ZZZZZZ         76.15     80.455    73.695    



02:34  ZZZZZZ         75.316    80.506    73.537    



02:39  ZZZZZZ         76.092    80.734    73.465    



02:45  ZZZZZZ         76.904    80.302    73.327    



02:50  ZZZZZZ         No results reported for the elements associated with this internal standard.



02:55  ZZZZZZ         76.121    79.648    73.176    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47766    
Parameters: Cr



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



03:00  ZZZZZZ         75.399    81.05     73.581    



03:05  ZZZZZZ         75.904    79.799    72.94     



03:10  ZZZZZZ         75.035    80.545    72.242    



03:15  MA47766-CCVA18 75.859    79.559    72.35     



03:20  MA47766-CCB18  72.134    78.705    70.447    



03:24  ZZZZZZ         74.937    79.021    71.915    



03:29  ZZZZZZ         74.44     79.285    72.139    



03:34  ZZZZZZ         75.443    79.42     72.735    



03:39  MP18235-MB1    72.235    79.727    70.592    



03:44  MP18235-B1     73.174    82.986    71.198    



03:49  MP18235-S1     75.677    81.404    73.105    



03:54  MP18235-S2     75.031    80.879    72.525    



03:59  JC97736-25     74.054    78.497    71.764    



04:04  ZZZZZZ         70.725    78.68     69.263    



04:09  ZZZZZZ         71.019    78.551    69.582    



04:13  MA47766-CCVA19 74.155    77.759    69.988    



04:18  MA47766-CCB19  70.944    78.358    68.874    



04:23  ZZZZZZ         70.193    77.914    68.946    



04:28  ZZZZZZ         67.466    78.209    65.51     



! = Outside limits.



LEGEND:                                                
Istd#   Parameter                Limits                _______ ________________________ __________           
Istd#17 Holmium (165-2)          60-125 %             
Istd#18 Bismuth (209-1)          60-125 %             
Istd#19 Bismuth (209-2)          60-125 %             



(a) No samples reported for the elements associated with this internal standard.
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47766        Units: ug/l



Time:                    11:31             11:41             12:13             13:04              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .27      anr                                                                     



Antimony       0.40     .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.30     .005     anr                                                                     



Boron          25       .67      anr                                                                     



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0381   <1.0     0.0455   <1.0     0.0535   <1.0     0.0494   <1.0     



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01      anr                                                                     



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      anr                                                                     



Strontium      1.0      .003     anr                                                                     



Thallium       0.30     .002     anr                                                                     



Tin            5.0      .02      anr                                                                     



Titanium       1.0      .02      anr                                                                     



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47766        Units: ug/l



Time:                    13:54             14:43             15:23                                
Sample ID:                    CCB4     CCB5     CCB6     



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .27      anr                                                                     



Antimony       0.40     .061     anr                                                                     



Arsenic        0.50     .008     anr                                                                     



Barium         1.0      .01      anr                                                                     



Beryllium      0.30     .005     anr                                                                     



Boron          25       .67      anr                                                                     



Cadmium        0.50     .002     anr                                                                     



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0415   <1.0     0.0354   <1.0     0.0426   <1.0                       



Cobalt         0.50     .002     anr                                                                     



Copper         2.0      .006     anr                                                                     



Iron           25       .16      anr                                                                     



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      anr                                                                     



Manganese      1.0      .005     anr                                                                     



Molybdenum     1.0      .01      anr                                                                     



Nickel         1.0      .008     anr                                                                     



Potassium      250      1        anr                                                                     



Selenium       0.50     .4       anr                                                                     



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      anr                                                                     



Strontium      1.0      .003     anr                                                                     



Thallium       0.30     .002     anr                                                                     



Tin            5.0      .02      anr                                                                     



Titanium       1.0      .02      anr                                                                     



Vanadium       1.0      .023     anr                                                                     



Zinc           5.0      .023     anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47766        Units: ug/l



Time:           11:21                      11:26                      11:36                       
Sample ID:  ICVA     ICVA1    ICV      ICV1     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron          anr                                                                                       



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       60       57.1     95.2                                50       49.1     98.2              



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum     anr                                                                                       



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium      anr                                                                                       



Thallium       anr                                                                                       



Tin            anr                                                                                       



Titanium       anr                                                                                       



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47766        Units: ug/l



Time:           12:08                      12:59                      13:49                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron          anr                                                                                       



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       49.6     99.2     50       50.2     100.4    50       50.2     100.4             



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum     anr                                                                                       



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium      anr                                                                                       



Thallium       anr                                                                                       



Tin            anr                                                                                       



Titanium       anr                                                                                       



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47766        Units: ug/l



Time:           14:38                      15:18                                                  
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    



Metal          True     Results  % Rec    True     Results  % Rec                                         



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron          anr                                                                                       



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       50       50.4     100.8    50       50.2     100.4                                        



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum     anr                                                                                       



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium      anr                                                                                       



Thallium       anr                                                                                       



Tin            anr                                                                                       



Titanium       anr                                                                                       



Vanadium       anr                                                                                       



Zinc           anr                                                                                       



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47766        Units: ug/l



Time:                    11:46                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       anr                                                                     



Antimony       2.0      0.25     anr                                                                     



Arsenic        0.50     0.50     anr                                                                     



Barium         1.0      0.50     anr                                                                     



Beryllium      0.50     0.25     anr                                                                     



Boron          25       2.5      anr                                                                     



Cadmium        0.50     0.25     anr                                                                     



Calcium        250      125      anr                                                                     



Chromium       1.0      2.0      0.976    97.6                                                           



Cobalt         0.50     0.25     anr                                                                     



Copper         2.0      2.0      anr                                                                     



Iron           25       25       anr                                                                     



Lead           0.50     0.25     anr                                                                     



Magnesium      250      125      anr                                                                     



Manganese      1.0      0.25     anr                                                                     



Molybdenum     1.0      0.50     anr                                                                     



Nickel         1.0      2.0      anr                                                                     



Potassium      250      125      anr                                                                     



Selenium       0.50     0.50     anr                                                                     



Silver         0.50     1.0      anr                                                                     



Sodium         250      125      anr                                                                     



Strontium      5.0      0.50     anr                                                                     



Thallium       0.50     0.25     anr                                                                     



Tin            5.0      0.50     anr                                                                     



Titanium       1.0      0.50     anr                                                                     



Vanadium       1.0      2.0      anr                                                                     



Zinc           5.0      2.0      anr                                                                     



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110619M1.CSV             Date Analyzed: 11/06/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47766        Units: ug/l



Time:                    11:54             11:58                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   96800    96.8     95900    95.9                                         



Antimony                         0.246             0.246                                                 



Arsenic                 20       0.0699            17.9     89.5                                         



Barium                           0.269             0.275                                                 



Beryllium                        0.00207           0.00298                                               



Boron                   50       1.64              49.1     98.2                                         



Cadmium                 20       0.107             17.7     88.5                                         



Calcium        100000   100000   104000   104.0    102000   102.0                                        



Chromium                20       0.292             18.6     93.0                                         



Cobalt                  20       0.195             17.6     88.0                                         



Copper                  20       0.600             16.3     81.5                                         



Iron           100000   100000   92800    92.8     92200    92.2                                         



Lead                             0.105             0.115                                                 



Magnesium      100000   100000   99600    99.6     98200    98.2                                         



Manganese               20       0.360             18.6     93.0                                         



Molybdenum     2000     2000     2320     116.0    2290     114.5                                        



Nickel                  20       0.818             17.0     85.0                                         



Potassium      100000   100000   105000   105.0    105000   105.0                                        



Selenium                20       0.158             21.1     105.5                                        



Silver                  20       0.0298            17.2     86.0                                         



Sodium         100000   100000   99700    99.7     99800    99.8                                         



Strontium      2000     2000     2180     109.0    2380     119.0                                        



Thallium                         0.0128            0.00954                                               



Tin            2000     2000     1710     85.5     1930     96.5                                         



Titanium       2000     2000     1870     93.5     1880     94.0                                         



Vanadium                20       0.0456            20.5     102.5                                        



Zinc                    20       1.04              16.1     80.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/28/19                                              



MB       
Metal          RL       IDL      MDL      raw      final                                                  



Aluminum       50       .55      32                                                                      



Antimony       4.0      .19      1.7                                                                     



Arsenic        1.0      .026     .94                                                                     



Barium         2.0      .016     .73                                                                     



Beryllium      1.0      .008     .15                                                                     



Boron          50       1.3      14                                                                      



Cadmium        1.0      .008     .17                                                                     



Calcium        500      12       64                                                                      



Chromium       2.0      .028     .62      0.32     <2.0                                                  



Cobalt         1.0      .004     .17                                                                     



Copper         4.0      .042     1.9                                                                     



Iron           50       .86      19                                                                      



Lead           1.0      .018     .52                                                                     



Magnesium      500      .3       46                                                                      



Manganese      2.0      .014     .63                                                                     



Molybdenum     2.0      .03      .45                                                                     



Nickel         2.0      .034     .95                                                                     



Potassium      500      1.4      68                                                                      



Selenium       1.0      .14      .55                                                                     



Silver         1.0      .008     .16                                                                     



Sodium         500      2.1      140                                                                     



Strontium      10       .006     2.4                                                                     



Thallium       1.0      .008     .17                                                                     



Tin            10       .14      2.6                                                                     



Titanium       2.0      .07      1.6                                                                     



Vanadium       2.0      .018     1.8                                                                     



Zinc           10       .058     5.4      2.7      <10                                                   



Associated samples MP18043: JC97469-1, JC97469-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                10/28/19                                                       



JC97373-1         Spikelot QC                                                     
Metal          Original MS       MP6020AQ3% Rec    Limits                                                 



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       367      449      80       102.5    75-125                                                



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           52.3     119      80       83.4     75-125                                                



Associated samples MP18043: JC97469-1, JC97469-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/28/19                                              



JC97373-1         Spikelot          MSD      QC                                            
Metal          Original MSD      MP6020AQ3% Rec    RPD      Limit                                         



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       367      451      80       105.0    0.4      20                                           



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           52.3     119      80       83.4     0.0      20                                           



Associated samples MP18043: JC97469-1, JC97469-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested



_________________________________________________________________________________________________________



Page 2



94 of 599



JC97469



6
6.3.2











SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/28/19                                                                



BSP      Spikelot QC                                                              
Metal          Result   MP6020AQ3% Rec    Limits                                                          



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       73.7     80       92.1     80-120                                                         



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           69.8     80       87.3     80-120                                                         



Associated samples MP18043: JC97469-1, JC97469-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18043                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/28/19                            10/28/19                            



JC97373-1         QC       JC97373-1F        QC                          
Metal          Original SDL 2:10 %DIF     Limits   Original SDL 2:10 %DIF     Limits                      



Aluminum       anr                                                                                       



Antimony       anr                                                                                       



Arsenic        anr                                                                                       



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        anr                                                                                       



Calcium        anr                                                                                       



Chromium       367      339      7.7      0-10     388      396      2.1      0-10                       



Cobalt         anr                                                                                       



Copper         anr                                                                                       



Iron           anr                                                                                       



Lead           anr                                                                                       



Magnesium      anr                                                                                       



Manganese      anr                                                                                       



Molybdenum                                                                                               



Nickel         anr                                                                                       



Potassium      anr                                                                                       



Selenium       anr                                                                                       



Silver         anr                                                                                       



Sodium         anr                                                                                       



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       anr                                                                                       



Zinc           53.9     65.6     25.3*(a) 0-10     33.4     43.7     31.1*(a) 0-10                       



Associated samples MP18043: JC97469-1, JC97469-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Serial dilution indicates possible matrix interference.
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Instrument Detection Limits Page 1 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .045
Aluminum .276
Antimony .094
Arsenic .12
Arsenic .013
Barium .008
Beryllium .004
Boron .648
Cadmium .007
Cadmium .004
Calcium 6.11
Chromium .036
Chromium .014
Cobalt .0041
Cobalt .002
Copper .1044
Copper .021
Iron 1.21
Iron .432
Lead .009
Magnesium .033
Magnesium .152
Manganese .006
Manganese .007
Molybdenum .015
Nickel .046
Nickel .017
Potassium .506
Potassium .707
Selenium .503
Selenium .072
Silver .004
Sodium .357
Sodium 1.037
Strontium .003
Thallium .004
Tin .025
Tin .071
Titanium .035
Titanium .035
Vanadium .112
Vanadium .009
Zinc .041
Zinc .029
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Instrument Detection Limits Page 2 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47746
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Instrument Detection Limits Page 3 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .371
Aluminum .272
Antimony .061
Arsenic .253
Arsenic .008
Barium .01
Beryllium .005
Boron .671
Cadmium .005
Cadmium .002
Calcium 1.84
Chromium .147
Chromium .018
Cobalt .003
Cobalt .002
Copper .018
Copper .006
Iron 3.211
Iron .155
Lead .004
Magnesium .163
Magnesium .136
Manganese .012
Manganese .005
Molybdenum .01
Nickel .012
Nickel .008
Potassium 3.978
Potassium 1.01
Selenium .84
Selenium .4
Silver .002
Sodium .503
Sodium .278
Strontium .003
Thallium .002
Tin .02
Tin .035
Titanium .197
Titanium .02
Vanadium .113
Vanadium .023
Zinc .886
Zinc .023
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Instrument Detection Limits Page 4 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47766
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Instrument Linear Ranges Page 1 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100
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Instrument Linear Ranges Page 2 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47746
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Instrument Linear Ranges Page 3 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100
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Instrument Linear Ranges Page 4 of 4     
Job Number: JC97469
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47766
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SGS North America Inc.



Metals Analysis



Raw Data



Dayton, NJ
Section 7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.430E-03



4.944E-04



5.532E-02



2.806E-04



1.022E-03



1.430E-03



8.245E-02



9.758E-04



6.657E-06



9.421E-04



8.864E-06



1.023E-05



5.178E-05



4.940E-05



1.999E-04



5.477E-02



Ratio



2.817E-05



2.641E-03



1.057E-02



1.149E-04



1.808E-05



3.093E-06



7.121E-04



7.397E-05



1.11



156.67



736.69



82.23



9,199.38



46.65



783.38



9,106.97



170.00



237.78



13,709.09



162.23



3,077.12



473.36



56.67



40.00



203.35



193.34



CPS



33.33



3,124.81



31,534.15



506.70



80.00



13.33



-51.60



137.02



-48.04



-45.64



173.21



-42.88



-52.54



-190.78



-229.26



-321.45



-12.08



-34.65



188.15



-95.54



630.91



4551.61



58.42



129.78



177.57



213.83



RSD(%)



-340.72



41.15



-31.03



89.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



-0.008



-0.008



-0.004



-0.013



0.000



-0.003



-0.434



0.016



-0.172



-1.158



-2.537



0.029



0.004



0.003



0.000



-0.001



-0.001



Conc



-0.001



0.129



-0.970



0.001



0.001



0.000



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 15:53



Sample Name STDA 4



Sample Type CalBlk



File Name 001CALB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Raw Data MA47746    page 1 of 344



Inst QC: MA47746



106 of 599



JC97469



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.517E-03



9.924E-02



252.23



16,502.90



-85.85



47.36



ug/l



ug/l



-0.005



0.077



2



2



Ni



Cu
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Raw Data MA47746    page 2 of 344



Inst QC: MA47746



107 of 599



JC97469



7
7.1











Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.48



1.44



0.94



1.08



1.04



ISTD Recovery%



100.0



100.0



100.0



100.0



1.12



0.96



0.59



0.77



0.77



0.89



1.69



0.59



0.04



1.10



0.25



0.97



RSD(%)



0.32



1.06



1.80



0.73



0.83



2,669,853.29



252,520.09



171,747.55



258,918.60



2,727,486.98



4,636,048.29



106,679.99



159,638.43



2,846,962.87



1,104,334.78



3,861,532.76



388,844.85



4,406,749.83



4,316,938.15



6,393,962.61



619,445.03



3,919,611.30



166,281.54



CPS



1,183,198.83



2,983,274.85



612,710.68



850,676.32



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



3.040E-03



8.822E-05



1.408E-05



9.808E-04



1.904E-054.93



505.57



14.67



15.55



1,083.39



175.02



64.19



-295.08



-10.80



118.91



ug/l



ug/l



ug/l



ug/l



ug/l-0.001



-0.544



0.002



0.002



0.017



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Raw Data MA47746    page 3 of 344



Inst QC: MA47746



108 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



2.795E-02



7.591E-04



5.276E-02



1.997E-04



1.063E-03



1.588E-03



8.297E-02



9.180E-04



0.000E+00



9.899E-04



5.299E-06



7.721E-06



5.574E-05



4.284E-05



2.271E-04



5.724E-02



Ratio



2.653E-05



2.412E-03



1.020E-02



9.771E-05



6.129E-06



3.132E-06



7.152E-04



4.709E-05



0.00



165.56



4,613.69



126.67



8,799.16



33.31



883.39



9,546.13



177.78



264.45



13,838.04



153.34



3,053.78



296.68



33.33



30.00



216.68



166.68



CPS



30.67



2,789.20



29,794.40



423.36



26.67



13.33



-34.46



-125.90



-66.55



-42.74



---



-165.99



173.64



36.71



-903.99



-56.65



-276.71



-87.22



364.98



-348.81



-59.22



3677.80



58.96



-12.70



-22717.72



-12232.15



RSD(%)



-91.71



54.75



-44.04



4697.19



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



-0.006



0.449



0.006



-0.073



0.000



-0.001



-0.125



0.027



-0.056



-0.988



-2.893



0.030



-0.005



0.000



0.000



0.000



-0.002



Conc



-0.001



0.067



-2.096



0.000



-0.004



0.000



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 15:58



Sample Name STDA



Sample Type CalBlk



File Name 002CALB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Raw Data MA47746    page 4 of 344



Inst QC: MA47746



109 of 599



JC97469



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.592E-03



9.700E-02



265.56



16,178.12



-708.62



45.22



ug/l



ug/l



-0.001



0.041



2



2



Ni



Cu
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Raw Data MA47746    page 5 of 344



Inst QC: MA47746



110 of 599



JC97469



7
7.1











Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.12



0.55



0.22



0.36



0.66



ISTD Recovery%



100.0



100.0



100.0



100.0



0.72



0.46



0.25



0.11



0.89



0.48



0.48



0.73



1.25



0.90



1.21



1.00



RSD(%)



0.78



0.23



0.66



0.50



0.80



2,649,216.49



248,202.92



171,917.29



259,384.01



2,753,998.36



4,652,114.12



105,876.06



159,912.78



2,823,102.32



1,100,959.38



3,812,366.10



384,221.75



4,332,356.29



4,271,027.04



6,300,372.62



611,065.59



3,892,784.32



166,786.61



CPS



1,156,415.47



2,919,966.83



602,887.23



842,555.17



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



3.013E-03



1.077E-04



1.111E-05



1.000E-03



2.031E-055.27



502.24



18.00



12.22



1,101.17



401.77



18.65



1216.50



-4.56



158.90



ug/l



ug/l



ug/l



ug/l



ug/l0.001



-0.547



0.006



0.001



0.021



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47746



111 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



5.069E-03



6.172E-04



5.651E-02



2.428E-04



1.002E-03



1.320E-03



8.602E-02



1.388E-03



1.246E-03



5.838E-06



7.797E-06



6.212E-05



6.130E-05



2.482E-04



5.824E-02



Ratio



3.102E-05



2.535E-03



1.089E-02



9.717E-05



1.535E-05



3.111E-06



7.000E-04



6.070E-05



0.00



198.89



811.15



97.78



8,959.22



38.87



956.73



9,221.50



162.22



210.00



13,634.60



222.23



2,987.10



380.02



36.67



30.00



240.01



236.68



CPS



36.00



2,938.11



31,791.35



420.02



66.67



13.33



732.84



6172.96



---



---



---



8955.31



299.81



819.07



335.66



115.90



---



---



603.21



-44.50



-1263.61



1717.33



121.71



-758.30



452.94



---



RSD(%)



---



41.74



---



---



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.000



0.004



0.001



0.015



0.000



0.000



0.000



0.011



-0.254



0.000



0.000



0.026



0.000



0.000



0.000



0.001



0.002



Conc



0.000



0.100



0.000



0.000



0.000



0.000



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:03



Sample Name STDA



Sample Type CalBlk



File Name 003CALB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Raw Data MA47746    page 7 of 344



Inst QC: MA47746



112 of 599



JC97469



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.620E-03



9.954E-02



256.67



15,772.20



---



178.69



ug/l



ug/l



0.000



0.082



2



2



Ni



Cu
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Raw Data MA47746    page 8 of 344



Inst QC: MA47746



113 of 599



JC97469



7
7.1











Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.40



1.16



0.51



0.56



1.29



ISTD Recovery%



100.0



100.0



100.0



100.0



10.59



9.77



10.12



10.06



9.79



10.26



1.35



1.48



1.65



1.38



9.49



11.77



RSD(%)



0.42



0.97



1.29



1.01



1.55



2,487,919.90



246,467.89



170,119.28



257,688.81



2,731,852.18



4,631,526.76



99,339.86



151,216.03



2,676,955.45



1,049,290.74



3,621,240.76



364,215.15



4,335,219.00



4,273,511.47



6,263,387.41



608,557.53



3,856,834.53



159,373.99



CPS



1,159,167.99



2,920,121.10



608,249.22



839,568.53



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



3.102E-03



7.752E-05



9.765E-06



9.184E-04



1.939E-055.00



495.57



12.33



10.00



961.15



877.07



220.05



-784.10



-7.92



---



ug/l



ug/l



ug/l



ug/l



ug/l0.000



-0.537



0.000



0.000



0.004



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47746



114 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.176E-02



2.377E-02



2.147E-01



4.774E-02



2.519E-03



1.029E-03



4.514E-02



1.248E-03



4.051E-02



5.524E-02



2.746E-02



1.135E+00



1.918E-03



8.933E-03



2.021E+00



9.605E-01



3.735E-02



8.246E-01



2.830E-03



1.871E-02



6.056E-03



1.132E-03



6.251E-03



2.224E-03



Ratio



2.648E-03



8.655E-02



9.205E-02



5.806E-02



2.339E-03



36,325.79



8,075.44



426.01



1,144.83



6,853.72



9,344.97



4,646.27



192,022.55



7,064.42



4,020.55



341,830.00



162,486.12



6,317.94



139,497.05



7,635.17



211.12



38,127.38



7,131.91



24,067.18



8,572.86



7,388.84



34,407.26



CPS



3,127.01



102,200.98



269,656.07



249,150.08



10,036.94



12,105.16



80,006.91



3.86



2.00



1.62



4.60



7.94



6.12



5.57



9.78



4.50



2.72



3.86



0.46



2.17



0.91



0.44



0.86



1.00



0.41



2.07



2.22



3.26



5.78



2.90



5.85



RSD(%)



3.98



2.47



0.94



0.19



1.05



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.494



0.989



1.946



4.598



0.496



0.471



269.486



1.025



0.986



0.979



0.977



25.415



0.468



0.482



245.497



247.363



26.336



239.291



0.475



4.858



2.007



0.912



0.487



0.481



Conc



0.501



23.078



248.980



4.885



1.004



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 16:08



Sample Name STDB



Sample Type CalStd



File Name 004CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.6



99.9



99.9



100.5



101.5



Det



Pulse



Pulse



Pulse



Pulse



106.3



105.4



106.1



106.2



106.4



106.8



100.1



100.5



100.2



99.9



106.1



108.4



0.55



0.66



0.73



1.18



ISTD Recovery%



101.9



100.3



99.2



100.1



99.0



0.41



0.35



0.19



0.50



0.07



0.06



1.02



3.21



1.91



0.38



0.60



0.31



257,351.93



2,745,232.04



4,702,523.15



RSD(%)



0.22



0.41



1.62



1.47



0.61



1.85



1,112,786.80



3,845,508.04



387,398.70



2,656,461.28



245,544.37



169,930.91



610,061.57



3,851,446.30



169,169.02



107,689.71



160,751.60



2,820,981.76



CPS



1,180,865.93



2,929,605.69



603,476.79



840,776.63



4,291,134.00



4,278,210.96



6,296,658.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse4.644E-04119.534.12ug/l0.5023Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.830E-02



2.335E-02



1.019E-02



Det



Pulse



Pulse



Pulse



Pulse



2.474E-01



1.301E-01



2.407E-01



3.966E-01



1.105E-01



3.832E-01



2.078E-02



1.031E-02



9.576E-02



5.187E-03



6.080E-03



1.903E-01



6.151E-03



6.395E-02



2.217E-02



1.982E-02



8.997E-02



1.075E-01



Ratio



2.501E-02



2.047E-02



1.384E-02



5.861E-02



1.144E-02



2.958E-02



1.923E-02



1.487E-02



19,554.00



67,833.65



8,562.34



4,130.53



11,763.93



1,076.71



33,696.55



43,774.46



23,065.13



42,597.14



70,216.38



345,330.20



19,017.46



3,680.45



1,822.35



16,954.31



920.04



81,220.38



92,298.38



38,171.75



245,451.76



85,092.79



76,060.25



12.19



CPS



29,436.18



24,082.02



40,463.45



252,895.77



49,347.04



124,922.65



13.46



9.46



10.80



12.72



8.76



11.00



92.51



9.03



9.16



9.26



10.49



7.90



0.68



0.62



0.57



22.89



9.09



15.16



1.31



1.06



0.10



1.26



4.31



0.48



ug/l



ug/l



ug/l



RSD(%)



1.07



1.17



2.06



1.17



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.867



4.672



4.662



4.732



4.695



4.994



4.745



4.714



4.712



4.354



4.720



4.985



6.161



5.109



6.384



3.154



23.400



5.000



4.960



4.976



4.986



4.912



4.958



2



Conc



4.778



5.004



9.056



4.931



4.938



4.969



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 5



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:13



Sample Name STDC



Sample Type CalStd



File Name 005CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



110.6



99.7



99.2



99.8



100.7



101.7



111.9



110.5



110.9



110.9



110.7



111.4



99.5



98.8



99.1



100.1



99.5



111.8



0.74



1.79



0.82



1.07



1.48



ISTD Recovery%



101.5



100.1



98.2



99.3



7.94



9.03



9.65



9.75



8.83



8.38



1.01



0.98



0.58



1.64



9.86



7.84



RSD(%)



0.72



0.15



1.39



0.81



0.81



2,750,785.24



245,615.69



168,700.76



257,112.53



2,750,846.07



4,709,806.06



111,132.83



167,153.25



2,969,075.37



1,163,987.63



4,010,452.48



405,889.89



4,314,752.54



4,222,892.77



6,205,763.03



609,292.84



3,838,204.42



178,148.54



CPS



1,176,780.00



2,923,816.20



597,364.78



833,689.57



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse4.541E-031,167.512.12ug/l5.1083Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.335E-01



1.249E-01



5.444E-02



Det



Pulse



Pulse



Pulse



Pulse



1.298E+00



6.943E-01



1.110E+00



2.110E+00



5.691E-01



1.659E+00



9.946E-02



4.088E-02



1.635E-01



2.086E-02



3.071E-02



1.002E+00



3.103E-02



3.212E-01



1.127E-01



9.931E-02



4.530E-01



2.666E-01



Ratio



1.302E-01



9.104E-02



2.262E-02



2.957E-01



5.870E-02



1.499E-01



9.359E-02



7.523E-02



95,153.85



277,433.52



39,043.13



20,880.67



60,217.31



5,134.19



167,577.52



217,003.67



116,093.92



185,561.20



352,868.35



1,747,100.34



44,584.02



16,631.68



6,835.91



27,333.59



3,488.19



398,472.71



471,167.70



194,334.36



1,238,917.69



434,660.83



382,976.64



0.50



CPS



149,522.74



104,577.06



66,162.54



1,278,883.00



253,813.65



638,172.80



1.73



1.45



2.17



1.58



0.93



0.60



2.42



4.52



2.69



1.37



0.84



1.57



0.27



0.66



0.39



1.04



0.37



1.31



1.32



0.68



0.19



1.26



1.09



0.78



ug/l



ug/l



ug/l



RSD(%)



0.43



0.97



3.83



0.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.356



25.323



25.964



25.371



25.110



25.222



25.123



25.129



25.235



24.818



25.129



25.154



26.068



25.391



28.945



25.088



119.922



24.957



25.168



25.114



25.048



25.023



24.895



2



Conc



24.889



24.306



36.009



24.913



25.370



25.183



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 25



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:18



Sample Name STDD



Sample Type CalStd



File Name 006CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



106.8



99.2



99.2



99.6



100.5



100.8



107.8



107.0



106.2



105.4



105.5



106.0



99.8



99.6



100.0



99.1



100.0



104.9



0.44



0.73



0.20



0.31



0.32



ISTD Recovery%



99.1



100.2



98.7



100.0



0.81



0.66



0.42



0.58



0.93



1.04



1.97



0.32



0.49



1.06



0.87



0.10



RSD(%)



0.63



0.85



1.91



1.14



1.77



2,657,092.19



244,396.12



168,739.02



256,762.44



2,744,446.00



4,669,921.90



107,098.31



161,861.77



2,843,700.16



1,106,042.99



3,820,173.60



386,141.03



4,324,880.14



4,257,385.51



6,263,490.74



602,967.88



3,856,616.30



167,224.80



CPS



1,148,742.45



2,924,642.46



600,478.51



839,837.17



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse2.252E-025,782.620.49ug/l25.4233Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.458E-01



2.481E-01



1.092E-01



Det



Pulse



Pulse



Pulse



Pulse



2.582E+00



1.378E+00



2.185E+00



4.200E+00



1.132E+00



3.220E+00



1.959E-01



7.300E-02



2.350E-01



4.088E-02



6.153E-02



1.997E+00



6.254E-02



6.521E-01



2.263E-01



1.994E-01



9.084E-01



4.647E-01



Ratio



2.627E-01



1.788E-01



3.455E-02



5.950E-01



1.155E-01



2.958E-01



1.855E-01



1.507E-01



189,407.97



538,926.46



74,618.88



41,532.16



120,398.41



10,299.99



334,213.23



432,143.18



230,718.52



365,717.50



703,123.39



3,514,112.40



77,790.55



32,789.68



12,217.89



39,332.94



6,842.61



787,264.57



934,132.93



387,558.65



2,522,240.27



875,524.91



771,511.58



0.65



CPS



299,423.65



203,726.79



99,580.71



2,555,975.43



496,180.33



1,255,231.46



0.98



0.38



1.70



0.81



1.96



0.42



1.40



1.04



0.33



0.66



1.01



0.83



0.37



0.06



0.24



1.14



0.90



3.05



0.36



0.71



1.39



0.33



0.42



0.95



ug/l



ug/l



ug/l
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1.92
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ug/l



ug/l



ug/l



ug/l
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50.427



50.378



50.542



50.083



50.085



50.118



50.137



50.020



50.455



50.854



50.247



52.649



48.260



243.239



49.635



50.448



50.624



50.844



50.262



50.010
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Cal Title



Cal Type External Calibration
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Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 50



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:23



Sample Name STDE



Sample Type CalStd



File Name 007CALS_xa110319m1.D
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Method File



Method Path
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105.1



106.6



106.9



99.1



99.3



98.9



100.7



100.3



105.0



1.35



0.90



1.13



0.49



0.39



ISTD Recovery%



98.3



98.7



98.1



99.5



0.39



0.76



0.57



0.17



0.49



0.16



2.42



1.88



2.53



2.45



0.87



0.44



RSD(%)



1.12



1.54



2.57



2.42



1.99



2,659,828.16



244,527.36



168,863.68



256,051.43



2,751,904.55



4,706,408.70



107,321.99



161,002.99



2,824,056.14



1,102,324.50



3,860,642.62



389,258.82



4,295,427.96



4,243,866.47



6,197,495.32



612,992.09



3,868,525.36



167,394.48



CPS



1,139,580.13



2,882,104.43



596,711.36



835,782.15
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8.735E-01



4.905E-01



2.149E-01
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Pulse



5.108E+00



2.734E+00
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2.232E+00
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3.822E-01



1.374E-01



3.778E-01



7.758E-02



1.213E-01



3.932E+00



1.228E-01



1.277E+00



4.446E-01



3.931E-01



1.795E+00



8.422E-01
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5.224E-01



3.511E-01



5.331E-02



1.186E+00



2.336E-01



6.038E-01



3.750E-01



2.970E-01



373,544.20



1,043,861.94



146,146.69



82,072.76



236,185.81



20,304.80



657,905.39



854,725.23



457,443.75



697,085.02



1,392,157.65



6,983,341.67



140,935.90



63,954.59



22,992.51



63,222.28



12,979.64



1,588,537.11



1,857,717.52



767,970.75



4,966,777.22



1,729,272.68



1,529,103.21
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596,988.46



401,250.76



152,758.19



5,090,133.05



1,002,199.46



2,557,674.29



1.08



1.57



1.28



1.63



2.17
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3.03



3.92



3.50



1.65
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1.14



1.16



0.97
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1.08
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99.117



99.673



98.657



99.185



99.421



96.785



99.081



99.735



98.078



98.268



100.196



94.542



469.316



100.493



99.426



99.394



99.567



98.744



98.594
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Tune Step
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Tune File
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Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration
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Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 100



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:28



Sample Name STDF



Sample Type CalStd



File Name 008CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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104.8
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104.9
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99.1



99.9



99.3



100.8



105.0



1.56



0.59



1.23



1.27



1.31



ISTD Recovery%



98.6



98.1



97.6



99.2



0.70



0.29



0.87



1.19



0.50



0.48



1.90



1.10



1.51



1.24



1.49



0.49



RSD(%)



0.29



0.81



1.05



1.39



1.90



2,630,592.60



239,611.18



165,868.78



249,673.51



2,696,738.44



4,640,687.18



105,806.37



160,384.90



2,785,859.61



1,099,196.31



3,809,195.13



382,140.80



4,291,297.33



4,235,671.36



6,254,724.28



604,554.28



3,889,365.15



167,354.38



CPS



1,142,683.14



2,865,692.98



593,407.26



833,075.40
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1.652E-03
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8.988E-02



1.922E+00



6.778E-01



1.591E+00



8.354E-02



6.645E-05



1.371E-03



4.583E-05



6.422E-04



1.827E-04



1.468E-04



7.241E-04



3.983E+00



Ratio



1.155E-04



7.688E-01



1.745E-01



4.220E-04



4.478E-04



9.011E-05



2.848E-03



2.106E-03



551.13



15,063.77



1,293.41



42.67



77.56



11.11



230.00



866.70



276.67



3,527,939.86



423.82



2,746.90



667,599.00



322,222.32



113,617.07



266,596.81



14,003.83



12,008.50



13,179.35



286.68



2,436.98



693.38



556.70
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CPS



128.00



851,670.87



500,899.76



1,786.86



1,896.86



380.02
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21.41



-45.15



-659.06



11.15



0.25



2.16



46.48



144.05



197.45



31.70



27.85



13.73



12.26
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0.63
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5.07



6.58
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0.003
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0.027
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490.988



495.334



499.066



487.435



505.990
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0.685
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0.016
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Tune Step
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Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 10:10



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 500MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/3/2019 16:33



Sample Name STDG



Sample Type CalStd



File Name 009CALS_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.57
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0.71
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1.15
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0.59
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0.43



0.84



2,634,172.05



242,108.28



169,227.34



257,496.10



2,751,816.77
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105,858.66



161,118.71



2,799,331.21



1,110,762.23



3,814,003.32
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4,218,075.39



6,257,749.07



601,015.95
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3



3



3



3
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3



3



3
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3



3



3



3



3
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3
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.837E-04



1.008E-03



1.282E-05



1.179E-03



4.716E-03



5.517E-04



6.386E-02



5.996E-05



3.478E-04



5.880E-02



1.608E-03



1.636E-03



8.333E-02



6.968E-06



7.574E-04



1.786E-04



3.099E-06



2.227E-05



9.089E-05



Ratio



2.763E-05



8.656E-03



1.050E-02



1.121E-04



3.012E-05



206.67



826.70



96.67



11,200.55



32.19



10,311.03



282.23



286.67



14,615.41



176.67



2.22



1,150.10



20.00



86.67



353.35



233.35



1,353.42



CPS



30.67



9,649.63



30,806.15



486.69



130.01



30.00



3,257.16



-70.03



-26.07



173.21



-213.93



-330.47



-347.75



3.11



161.06



58.20



381.25



25.71



-697.30



-21.95



56.91



22.62



21.74



-69.75



23.04



87.34



RSD(%)



-382.89



5.16



-49.24



142.08



105.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



-2.338



0.011



-0.002



-0.003



-0.001



0.188



0.002



0.006



0.070



0.167



-0.021



-0.871



0.001



0.041



0.039



-0.002



0.001



0.007



Conc



-0.001



1.774



-1.190



0.001



0.006
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 16:58



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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Time(sec)
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0.10



0.10



0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.9



100.9



100.4



101.3



101.6



Det



Pulse



Pulse



Pulse



Pulse



110.3



107.7



109.1



107.8



108.3



108.7



100.6



102.9



100.7



101.1



110.1



110.5



1.28



0.66



0.43



0.13



ISTD Recovery%



96.2



100.5



99.4



100.8



100.4



0.71



0.53



0.12



0.24



0.60



0.25



0.78



1.82



1.74



1.24



1.07



1.24



258,605.08



2,766,779.33



4,706,857.59



RSD(%)



1.49



1.97



2.80



2.36



2.59



2.16



1,145,172.98



3,902,953.04



394,577.24



2,704,342.74



248,743.53



171,615.71



612,582.88



3,898,570.57



175,393.96



109,744.11



166,855.80



2,882,218.84



CPS



1,115,131.83



2,934,831.62



604,821.50



846,605.64



4,353,738.69



4,297,486.20



6,444,905.94
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Time(sec)
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9.721E-04



3.966E-05



3.212E-03



8.735E-05



9.684E-06



Ratio



563.35



15.33



11.10



1,113.39



10.27



CPS



80.28



51.27



-10.86



137.41



496.32



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.015



0.023
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3
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



4.945E+00



1.324E+00



3.752E+00



5.233E-01



3.102E-01



1.311E-01



9.309E-01



7.406E-02



2.436E+00



3.056E+00



1.688E+00



2.287E+02



2.378E-01



1.121E+00



4.386E+01



2.081E+01



7.503E+00



1.676E+01



3.682E-01



2.306E-01



1.920E-01



7.693E-02



8.399E-01



2.870E-01



Ratio



3.290E-01



4.603E-01



1.801E+00



7.326E-01



1.442E-01



668,557.75



93,238.45



55,274.92



151,365.94



434,152.01



544,540.36



300,746.96



40,743,777.27



881,128.33



235,940.44



7,813,866.08



3,708,491.66



1,336,792.27



2,986,543.70



165,859.25



13,197.56



1,225,782.19



491,159.25



3,208,167.45



1,096,063.16



908,244.13



4,281,512.09



CPS



369,209.55



516,582.17



5,247,516.59



3,103,060.06



610,962.65



1,558,456.23



976,049.93



1.04



1.56



1.52



1.27



0.97



1.13



1.12



0.42



0.42



1.12



1.61



1.75



0.84



0.30



2.49



1.49



1.38



1.24



1.01



0.36



1.71



3.43



0.82



0.80



RSD(%)



0.65



0.84



1.22



1.56



0.62
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ug/l
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ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



58.890



59.097



59.198



59.303



63.053



60.466



5724.958



60.834



61.123



59.305



61.380



5383.665



59.633



62.266



5479.470



5365.351



5536.240



5402.636



61.861



61.739



64.264



62.278



65.492



63.729



Conc



62.920



125.308



5490.389



61.725



62.345
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:17



Sample Name ICVA



Sample Type ICV



File Name 014_ICV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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105.8
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109.3



109.5



108.2



99.0



101.9



100.3



99.0



111.8



112.8



1.37



0.68



0.59



0.62



ISTD Recovery%



96.8



99.8



99.0



100.1



97.7



0.76



1.09



0.63



0.95



0.77



0.68



0.53



1.71



1.46



1.22



1.48



0.72



261,448.70



2,664,427.11



4,660,633.98



RSD(%)



0.85



1.25



1.61



1.74



1.84



1.57



1,154,594.08



3,958,756.09



398,682.97



2,692,663.99



249,633.13



169,943.67



610,344.48



3,819,404.94



178,195.78



112,030.73



168,945.31



2,832,053.64



CPS



1,122,220.17



2,914,634.12



601,902.31



840,460.09



4,236,618.48



4,231,971.07



6,384,808.65
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2.909E-01



2.399E-01
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0.30



0.30



0.30
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0.30



0.30



0.30
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0.10



0.10



0.10
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Time(sec)
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.776E-04



2.058E-03



9.270E-02



6.178E-03



1.932E-03



4.395E-05



1.391E-03



5.836E-03



9.689E-04



9.385E-02



1.319E-04



6.477E-04



7.312E-02



5.192E-03



9.036E-02



8.828E-02



2.283E-04



2.237E-03



3.645E-04



2.988E-05



2.820E-04



1.820E-04



Ratio



7.408E-05



1.268E-02



1.175E-02



2.628E-04



2.927E-04



16,369.42



1,091.17



245.56



1,031.16



171.11



16,572.91



66.62



363.34



12,912.82



916.71



15,956.59



15,588.54



341.12



7.78



2,320.26



190.01



1,113.42



720.05



520.03



2,556.87



CPS



84.00



14,386.38



34,319.58



1,146.76



1,280.11



983.42



9,633.44



87.65



35.67



-105.34



-35.36



50.52



98.75



101.77



77.64



7.61



8.77



32.89



6.71



15.38



9.78



1.54



76.48



3.17



4.36



5.71



39.35



5.81



27.57



RSD(%)



46.11



2.89



22.00



9.01



16.95



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.020



-0.029



-0.183



3.353



0.036



0.004



0.019



0.014



0.895



0.020



0.022



1.862



1.091



65.463



0.730



0.038



0.438



0.102



0.020



0.021



0.028



Conc



0.008



2.875



2.645



0.014



0.120



2



2



2



2



2



2



2



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:22



Sample Name ICV



Sample Type ICV



File Name 015_ICV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



101.0



100.2



101.9



102.0



Det



Pulse



Pulse



Pulse



Pulse



110.0



108.2



110.0



108.0



108.3



108.5



100.8



101.6



100.7



102.4



110.8



111.9



0.82



0.49



0.79



0.16



ISTD Recovery%



97.9



100.0



99.3



100.0



100.7



0.78



0.20



0.28



1.06



0.64



0.73



0.53



1.48



1.40



0.54



0.57



0.43



258,190.51



2,783,889.13



4,724,806.34



RSD(%)



0.47



1.82



1.85



1.52



1.84



1.84



1,154,709.91



3,911,599.15



394,583.33



2,698,951.84



245,857.94



171,855.60



612,525.11



3,949,041.61



176,600.32



111,141.51



166,385.62



2,895,488.43



CPS



1,134,432.23



2,921,491.21



603,984.69



839,417.25



4,364,905.35



4,307,361.40
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3.002E-03



1.085E-04



2.297E-05
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26.53



3,465.99



28.00
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6.55



11.39



93.10
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0.443
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8.543E-02
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6.284E-06



1.475E-03



4.623E-03



4.858E-04



6.010E-02



7.757E-05



3.875E-04



5.456E-02



1.097E-03



1.424E-03



8.307E-02



5.424E-06



7.859E-04



8.189E-05



1.340E-05



3.262E-05



9.036E-05
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3.773E-05



8.220E-03



9.981E-03



1.043E-04



2.772E-05



15,052.60



532.24



260.01



814.48



85.56



10,590.50



35.53



270.01



9,612.83



193.34



251.12



14,636.54



212.23



1.11



530.04



86.67



126.68



350.02



300.02



1,500.10



CPS



42.67



9,291.65



29,286.86



453.36



120.01



23.33



3,360.51



-418.81



-155.78



-21.24



-6.27



-37.29



173.21



95.32



-23.51



-119.89



69.07



62.11



39.87



-60.10



37.62



-75.61



-70.26
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10.88



45.81



48.64



13.79
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-1.129



0.005



0.006



-0.005



-0.004



0.100



0.006



0.008



-0.460



0.035
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:32



Sample Name ICB



Sample Type ICB



File Name 016_ICB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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107.9
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0.43
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0.42
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2.17



2.07
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2,763,412.04
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2,712,366.97



245,235.48



168,827.78



605,302.80



3,878,527.75



176,201.88



111,182.74



167,969.84



2,872,945.65
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1,130,398.22



2,934,899.85



599,370.01



842,500.53



4,338,029.31
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0.10



0.10
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0.10
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Pulse
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4.120E+00



1.098E+00



3.138E+00



4.372E-01



2.423E-01



1.070E-01



8.309E-01



6.000E-02



1.986E+00



2.555E+00



1.378E+00



2.079E+02



2.023E-01



9.205E-01



3.904E+01



1.870E+01



6.643E+00



1.501E+01



3.002E-01



1.868E-01



1.539E-01



6.231E-02



6.635E-01



2.276E-01



Ratio



2.768E-01



3.827E-01



1.610E+00



6.055E-01



1.187E-01



555,478.78



77,397.15



42,894.00



122,427.16



351,657.88



452,310.35



244,041.46



36,802,485.20



729,348.31



194,384.08



6,911,284.59



3,311,267.44



1,176,017.38



2,657,689.89



147,098.64



10,622.42



980,519.85



397,038.29



2,557,443.66



877,329.96



779,799.54



3,548,254.90



CPS



312,891.56



432,635.38



4,768,171.91



2,617,121.99



512,931.45



1,286,323.94



800,455.28
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0.86



1.08



0.72



0.64



1.05



1.14



2.60



0.77



0.96



0.85



0.38



0.51



0.42



0.44



0.77



1.10



0.68



0.56



0.37



1.57
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0.56



0.56
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



49.059



48.987



49.250



49.395



49.241



49.345



5109.165



49.281



49.823



49.562



50.122



4893.886



50.732



51.130



4876.179



4821.248



4901.453



4835.668



50.434



49.973



51.502



50.439



51.734



50.547
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:37



Sample Name CCVA



Sample Type CCV



File Name 017_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.27
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ISTD Recovery%
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99.6



101.1



99.7



0.47
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0.42



0.36



0.21
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1.58



1.02



0.54



1.04



0.22



255,573.92



2,706,009.83



4,698,798.42



RSD(%)



0.63



1.08



0.83



1.41



1.75



1.61



1,144,357.13



3,933,571.37



394,831.69



2,658,311.91



246,410.91



167,729.50



613,490.96



3,854,404.53



177,046.83



111,177.91



167,068.69



2,826,141.28
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1,130,479.50



2,960,890.48



605,756.28



848,540.32



4,322,646.92



4,284,875.76



6,372,510.32
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7.036E-05



1.496E-03



4.737E-03



5.624E-04



9.001E-02



1.411E-04



5.674E-04



5.723E-02



2.091E-03



2.027E-03



8.215E-02



5.848E-05



1.071E-03



3.161E-04



2.421E-05



2.580E-04



1.463E-04



Ratio



5.293E-05



1.206E-02



9.995E-03



1.527E-04



2.491E-04



260.01



823.36



97.78



15,645.32



58.85



9,947.49



363.34



352.23



14,279.64



202.23



12.22



2,000.23



153.34



1,006.75



570.04



550.04



2,213.50



CPS



60.00



13,663.58



29,203.39



660.05



1,076.75



250.01



4,567.53



29.68



-55.59



41.79



136.13



-148.47



-820.39



7.52



29.36



11.36



-255.37



38.18
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-19.68



24.62



13.45
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10.88
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ug/l



ug/l
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ug/l
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ug/l
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ug/l



0.001



-1.380



0.058



0.006



-0.002



-0.001
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0.022



0.018



-0.126



0.292



0.267



-1.253
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0.085



0.015



0.020
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-2.736
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Tune File
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:42



Sample Name CCB



Sample Type CCB



File Name 018_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse
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101.8



Det
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Pulse



Pulse



109.4



107.0



108.6



106.9



107.0



108.0



99.8



101.1



99.3



101.2



109.1



109.7



0.60



0.56



0.42



0.99



ISTD Recovery%



97.7



100.1



98.9



100.3



99.7



0.09



0.47



0.41



0.41



0.60



0.08



0.85



1.04



1.72



0.21



1.04



0.09



254,655.16



2,766,583.99



4,713,352.17



RSD(%)



0.48



1.47



1.58



2.31



2.01



2.08



1,140,043.85



3,870,884.43



389,823.40



2,687,403.36



244,504.15



168,724.43



604,211.71



3,901,692.34



173,816.34



108,930.11



165,438.58



2,864,485.23



CPS



1,132,561.76



2,922,190.37



601,513.23



841,887.59



4,322,481.60



4,266,467.93



6,334,295.74



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.562E-03



8.612E-05



3.215E-03



1.304E-04



1.549E-05



Ratio



558.90



22.67



17.64



1,780.13



21.93



CPS



12.92



3.63



-11.27



33.65



126.81



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.139



0.075



-0.524



0.011



0.003



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.107E-02



2.351E-02



2.034E-01



5.546E-02



2.503E-03



1.051E-03



4.434E-02



1.337E-03



3.926E-02



5.608E-02



2.851E-02



1.114E+00



2.053E-03



9.333E-03



1.995E+00



9.648E-01



3.828E-02



8.409E-01



2.900E-03



1.878E-02



6.488E-03



1.257E-03



6.536E-03



2.302E-03



Ratio



2.697E-03



9.839E-02



9.409E-02



5.759E-02



2.427E-03



35,838.01



9,769.70



441.01



1,202.54



6,914.85



9,879.73



5,021.94



196,157.31



7,234.48



4,141.69



351,427.58



169,952.35



6,743.64



148,129.36



7,809.70



235.56



41,389.25



8,019.06



25,235.76



8,886.43



7,925.79



36,018.71



CPS



3,049.66



111,244.94



276,293.97



251,392.57



10,597.34



12,478.82



80,822.02



1.72



4.15



0.35



2.70



4.70



1.45



2.25



20.60



1.73



2.98



2.39



2.18



2.08



2.30



0.62



0.11



0.86



0.11



3.55



2.02



2.86



5.05



1.93



0.64



RSD(%)



7.09



2.01



0.69



1.29



7.49



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.486



0.978



1.764



5.486



0.493



0.481



264.547



1.098



0.954



0.995



1.015



24.910



0.502



0.505



242.295



248.466



27.028



244.572



0.487



4.878



2.152



1.013



0.509



0.499



Conc



0.510



26.316



255.253



4.845



1.042



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:47



Sample Name CRI



Sample Type LLCCV



File Name 019LCCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



91.2



90.1



89.7



92.4



93.3



Det



Pulse



Pulse



Pulse



Pulse



109.8



107.0



109.0



107.4



107.1



108.1



100.7



101.9



99.6



100.1



110.5



111.4



13.58



13.32



17.26



17.84



ISTD Recovery%



97.6



100.6



99.4



99.6



100.7



0.65



0.67



0.86



0.27



0.15



18.01



0.05



0.90



1.78



0.53



1.16



0.89



231,260.39



2,523,650.04



4,319,554.48



RSD(%)



1.69



1.14



1.16



0.91



1.64



1.63



1,144,004.11



3,890,290.12



390,120.40



2,688,727.46



224,744.76



153,325.59



606,024.03



3,860,274.94



176,154.35



110,659.25



166,071.09



2,864,130.86



CPS



1,130,912.99



2,936,584.85



604,694.12



836,477.02



4,364,571.29



4,303,487.15



6,379,794.49



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.157E-02



2.345E-02



1.967E-01



5.233E-02



2.611E-03



1.060E-03



4.537E-02



1.387E-03



3.995E-02



5.478E-02



2.767E-02



1.107E+00



1.946E-03



9.339E-03



2.000E+00



9.629E-01



3.761E-02



8.482E-01



2.901E-03



1.897E-02



6.130E-03



1.272E-03



6.453E-03



2.345E-03



Ratio



2.748E-03



9.726E-02



9.266E-02



5.862E-02



2.361E-03



35,616.43



9,473.96



472.68



1,247.01



7,232.76



9,918.64



5,009.72



200,323.13



7,525.72



4,245.05



361,967.22



174,309.85



6,808.13



153,545.68



8,214.36



251.12



39,133.40



8,122.46



25,058.98



9,106.54



7,552.24



36,252.58



CPS



3,092.33



109,405.10



272,762.48



255,655.18



10,300.43



12,572.25



82,235.21



1.71



4.82



3.44



1.43



3.46



5.58



3.45



5.52



0.11



4.07



0.21



0.31



3.41



2.07



1.00



1.13



1.20



0.39



2.03



0.57



2.65



3.59



3.48



5.87



RSD(%)



3.22



2.38



0.24



1.32



2.80



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.492



0.975



1.655



5.127



0.515



0.485



270.902



1.140



0.972



0.970



0.985



24.743



0.475



0.505



242.856



247.976



26.527



246.921



0.487



4.930



2.032



1.026



0.503



0.508



Conc



0.520



26.006



250.853



4.932



1.014



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 17:58



Sample Name CRI



Sample Type LLCCV



File Name 020LCCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.8



101.3



101.4



101.0



101.4



Det



Pulse



Pulse



Pulse



Pulse



113.3



108.8



112.1



108.8



109.0



109.2



101.4



101.9



99.5



100.7



113.6



114.1



0.61



0.35



0.37



0.19



ISTD Recovery%



97.1



100.8



99.9



100.0



100.6



0.45



0.63



0.36



0.23



0.53



1.18



0.23



1.81



1.60



0.51



0.07



0.45



261,289.64



2,760,224.61



4,698,104.95



RSD(%)



1.08



1.41



1.19



0.97



1.39



0.87



1,176,473.14



3,938,499.98



396,861.33



2,716,798.16



253,256.75



172,261.73



605,324.38



3,882,132.02



181,034.30



113,375.55



171,341.18



2,912,316.48



CPS



1,125,022.46



2,943,844.54



607,816.76



839,778.40



4,361,819.94



4,333,927.44



6,383,831.99



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.066E+00



1.142E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.689E-02



1.609E-02



5.061E-02



9.460E-03



3.677E-04



-6.320E-04



1.684E+01



2.333E+00



2.249E-03



1.775E-02



1.093E-02



3.812E+03



5.722E-04



2.506E-03



7.402E+02



3.642E+02



1.351E+02



3.030E+02



1.164E-04



7.019E+00



5.742E-04



2.722E-04



8.458E-05



5.581E-04



Ratio



3.145E-05



9.265E-03



3.086E+01



2.392E+01



4.954E+00



9,115.97



1,703.45



66.33



-680.30



9,740,337.11



30.33



406.68



3,193.68



1,966.81



686,401,306.06



3,046.40



2,900.30



133,241,203.59



65,582,501.84



24,315,871.25



54,547,690.05



3,032,971.48



420,029.95



3,607.23



1,710.17



293.35



1,943.55



1,990.23



8,721.47



6.94



18.04



CPS



33.33



9,827.57



88,761,002.01



92,563,408.62



19,170,423.46



460.03



27,733,893.75



3.75



4.59



-6.72



47.29



3.83



-9.77



6.65



6.60



20.48



12.18



9.00



6.78



4.14



4.77



7.32



6.61



7.11



6.96



14.07



1.46



6.63



3.22



30.69



5.07



RSD(%)



3107.45



2.80



1.00



1.65



1.12



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1908.651



0.107



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.198



0.646



-0.710



0.195



0.059



-0.296



103742.498



1916.078



0.025



0.251



0.376



89776.872



0.130



0.125



92594.909



93892.923



99687.930



98135.514



0.019



1883.630



0.172



0.216



0.006



0.111



Conc



0.000



1.941



94624.405



2015.832



2141.705



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File
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1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:26



Sample Name rinseconf



Sample Type Sample



File Name 024SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47746



172 of 599



JC97469



7
7.1











Quantitation Report



3



30.30



0.30Pulse



Pulse1.550E-03



3.155E-025,015.29



245.56-380.96



-3.16ug/l



ug/l-0.003



-1.0192



2Ni



Cu
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Inst QC: MA47746



173 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



100.1



100.0



102.1



102.0



Det



Pulse



Pulse



Pulse



Pulse



101.5



99.1



100.9



99.2



99.3



100.6



100.0



102.5



99.9



100.1



100.0



102.4



1.18



0.69



0.57



0.53



ISTD Recovery%



92.8



98.1



97.9



99.6



99.3



8.58



7.88



8.69



8.00



9.11



0.55



1.53



1.11



1.33



7.70



10.45



9.32



257,784.81



2,790,347.87



4,725,260.23



RSD(%)



0.05



0.73



1.20



2.03



0.52



1.66



1,058,366.49



3,590,585.83



361,739.88



2,501,913.23



246,045.98



170,364.71



608,008.45



3,862,273.69



159,404.15



101,747.63



153,500.74



2,653,101.42



CPS



1,076,283.73



2,863,956.31



595,664.46



836,141.03



4,306,603.90



4,273,389.53



6,417,348.66



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.779E-03



2.046E-05



3.584E-03



1.123E-04



4.002E-06



Ratio



573.35



18.00



4.16



1,866.81



5.27



CPS



34.35



839.98



-7.05



89.84



-77.76



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.185



0.001



-0.481



0.007



-0.002



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Inst QC: MA47746



174 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.121E+00



1.095E+00



3.075E+00



4.400E-01



2.448E-01



1.071E-01



8.290E-01



6.116E-02



1.991E+00



2.556E+00



1.377E+00



2.092E+02



2.009E-01



9.155E-01



3.880E+01



1.835E+01



6.506E+00



1.496E+01



2.989E-01



1.860E-01



1.528E-01



6.222E-02



6.552E-01



2.279E-01



Ratio



2.723E-01



3.781E-01



1.613E+00



6.087E-01



1.176E-01



531,383.14



76,031.66



42,299.45



121,092.74



344,109.96



441,657.71



237,882.84



36,152,741.90



712,168.68



189,239.70



6,704,637.65



3,170,242.30



1,124,285.20



2,585,396.22



143,258.66



10,569.03



973,678.01



396,341.06



2,524,500.43



877,994.36



774,234.28



3,527,561.38



CPS



290,744.56



403,755.01



4,656,418.68



2,587,130.59



499,630.98



1,269,265.29



789,736.55



0.97



0.63



0.46



0.93



0.35



0.70



0.45



2.07



0.21



0.85



0.64



1.48



0.25



0.39



0.47



0.16



0.77



0.93



1.28



0.48



0.76



1.56



0.87



0.18



RSD(%)



0.87



0.59



0.62



0.41



0.91



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.077



48.858



48.236



49.718



49.748



49.423



5097.604



50.237



49.948



49.581



50.053



4925.548



50.386



50.850



4846.413



4728.962



4800.660



4819.394



50.218



49.749



51.155



50.364



51.088



50.601



Conc



52.074



102.827



4914.845



51.284



50.816



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:31



Sample Name CCVA



Sample Type CCV



File Name 025_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47746



175 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.0



99.1



99.5



99.5



101.7



Det



Pulse



Pulse



Pulse



Pulse



109.5



104.5



107.7



106.6



107.8



106.6



99.4



101.7



100.9



99.9



108.4



110.2



0.70



0.46



0.60



0.21



ISTD Recovery%



92.1



98.9



98.7



99.4



98.0



0.53



0.50



0.71



0.90



0.14



0.62



0.84



2.09



2.75



0.54



0.38



0.14



256,322.60



2,718,064.41



4,709,804.26



RSD(%)



1.41



1.56



2.30



1.99



1.91



2.23



1,130,141.90



3,859,562.62



392,780.57



2,651,212.53



248,974.08



168,605.25



614,255.59



3,853,332.44



172,810.81



109,497.32



165,559.24



2,798,089.33



CPS



1,067,794.94



2,886,929.13



600,431.71



834,676.92



4,250,460.15



4,246,787.03



6,370,518.24



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.367E-01



1.790E-01



267,521.39



45,874.14



0.97



0.57



ug/l



ug/l



49.655



202.185



2



3



Sn



Se
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Inst QC: MA47746



176 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.440E-04



1.313E-03



4.482E-05



1.603E-03



4.818E-03



7.488E-04



1.140E-01



1.151E-04



5.926E-04



7.616E-02



5.149E-03



2.289E-03



8.514E-02



8.663E-05



1.295E-03



3.486E-04



2.340E-05



1.807E-04



1.419E-04



Ratio



7.659E-05



1.048E-02



9.455E-03



2.614E-04



3.746E-04



275.56



827.81



128.89



19,603.27



127.73



13,095.17



885.60



393.34



14,640.97



225.56



7.78



2,230.26



150.01



700.06



550.04



446.69



2,296.85



CPS



82.67



11,324.04



27,196.58



1,130.09



1,620.16



370.02



5,537.87



54.63



-210.58



107.41



19.50



-1109.18



49.46



14.30



36.37



18.07



7.00



9.97



70.02



-12.47



17.89



20.47



3.82



51.51



18.56



7.49



RSD(%)



38.40



3.11



-12.28



18.16



2.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.006



-0.460



0.037



0.009



-0.001



0.006



1.369



0.016



0.019



2.242



1.080



0.461



-0.286



0.014



0.186



0.096



0.015



0.013



0.019



Conc



0.009



2.274



-4.393



0.014



0.155



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 18:36



Sample Name CCB



Sample Type CCB



File Name 026_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47746



177 of 599



JC97469



7
7.1











Quantitation Report



3



30.30



0.30Pulse



Pulse1.810E-03



3.724E-026,402.45



311.1278.56



-1.88ug/l



ug/l0.008



-0.9262



2Ni



Cu
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Inst QC: MA47746



178 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.5



100.5



100.5



103.2



103.0



Det



Pulse



Pulse



Pulse



Pulse



109.9



106.3



107.7



106.2



106.2



107.3



100.1



102.2



99.8



100.5



107.9



110.4



0.50



0.73



0.50



0.55



ISTD Recovery%



93.2



98.5



98.2



98.4



99.8



0.60



0.24



0.16



0.58



1.24



0.74



0.67



1.44



0.92



1.32



1.41



0.56



258,994.75



2,820,452.11



4,772,156.62



RSD(%)



0.56



0.65



1.04



0.08



0.54



1.46



1,129,720.15



3,845,310.54



386,701.31



2,669,151.56



247,669.07



171,026.52



607,303.03



3,876,506.71



171,965.86



109,646.05



166,123.38



2,845,963.98



CPS



1,080,127.48



2,876,509.65



597,548.02



825,782.70



4,324,935.98



4,276,248.67



6,399,450.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.701E-03



9.316E-05



3.108E-03



1.296E-04



2.049E-05



Ratio



534.46



22.33



23.15



1,921.25



24.13



CPS



8.96



4.86



-6.78



71.08



50.31



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.169



0.083



-0.536



0.011



0.005



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Inst QC: MA47746



179 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.417E-04



1.386E-03



1.723E-04



1.787E-03



8.335E-03



1.021E-03



1.284E-01



1.068E-04



5.892E-04



8.762E-02



5.220E-03



3.445E-03



8.600E-02



5.017E-05



7.786E-04



2.441E-04



3.658E-05



6.121E-05



1.683E-04



Ratio



3.497E-05



8.910E-03



9.436E-03



2.577E-04



1.555E-04



311.12



1,451.20



177.78



22,360.93



42.16



15,258.12



908.93



600.02



14,974.63



241.12



30.00



1,580.15



236.68



240.02



660.05



420.02



2,313.51



CPS



38.67



9,858.69



27,627.28



1,133.42



683.38



216.68



3,370.51



46585.88



-16210.69



39.91



40.76



13.31



41.88



1.54



35.65



11.08



1.07



1.49



22.85



-5623.74



20.68
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0.025
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0.10
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103.4
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110.9
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0.42
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1.92



1,150,468.63
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2,723,707.53



249,523.67



171,998.82
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3,924,222.75
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Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00
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3.25
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4.759E+00



6.965E-01
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6.606E-01



9.301E-01



1.853E-01
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1,290,012.62
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76.727
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77.991
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File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 2 Printed at: 12:57 PM on:11/4/2019



Raw Data MA47746    page 78 of 344



Inst QC: MA47746



183 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.0



100.4



100.0



101.6



104.0



Det



Pulse



Pulse



Pulse



Pulse



110.3



106.4



108.3



107.8



108.1



107.7



101.5



103.6



102.3



102.2



108.6



111.2
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0.62
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170,762.28
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Analog
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Pulse
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3.852E-01
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1,074,552.30
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32,860,934.25
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2,145,213.04
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File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 12:57 PM on:11/4/2019



Raw Data MA47746    page 80 of 344



Inst QC: MA47746



185 of 599



JC97469



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



91.8



RSD(%)



0.46



CPS



1,063,704.84



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 12:57 PM on:11/4/2019



Raw Data MA47746    page 81 of 344



Inst QC: MA47746



186 of 599



JC97469



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.9



98.6



100.3



98.5



103.4



Pulse



Pulse



Pulse



108.9



102.3



106.9



107.2



108.0



103.9



98.6



102.9



101.8



97.8



108.4



109.6



0.24



0.89



0.48
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2,692,191.98



4,788,705.37
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1.19
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0.10
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0.39



0.28



1.59



0.61



1.02
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Prep Dilution 1.000
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Method Path



Page 1 of 3 Printed at: 12:58 PM on:11/4/2019



Raw Data MA47746    page 92 of 344



Inst QC: MA47746



197 of 599



JC97469



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



92.7



RSD(%)



0.76



CPS



1,073,985.02



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 12:58 PM on:11/4/2019



Raw Data MA47746    page 93 of 344



Inst QC: MA47746



198 of 599



JC97469



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.9



100.3



100.7



99.2



103.7



Pulse



Pulse



Pulse



109.7



103.9



107.9



108.2



108.6



104.6



100.0



103.3



102.0



98.3



109.8



111.4



1.11



0.18



0.16



0.52



101.5



100.7



101.4



97.7



0.21



0.44



0.68



1.28



0.58



0.84



1.22



1.11



1.53



0.73



1.06



0.73



259,619.25



2,710,545.24



4,802,601.34



1.44



1.09



1.25



2.11



1.79



1,132,172.52



3,918,194.71



395,677.93



2,602,961.08



248,765.69



170,574.39



620,856.51



3,791,367.75



174,932.77



110,698.70



165,930.68



2,780,722.25



2,963,008.19



612,603.25



851,490.38



4,233,688.48



4,273,576.19



6,471,566.36



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 12:58 PM on:11/4/2019



Raw Data MA47746    page 94 of 344



Inst QC: MA47746



199 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.129E-03



3.035E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



6.832E-03



2.540E-02



2.521E-01



6.823E-02



3.382E-03



7.494E-05



3.739E+00



1.081E-03



5.236E-02



2.951E-02



9.821E-01



6.065E+00



2.664E-03



1.217E-02



1.757E+02



2.060E+01



2.501E-02



6.391E+00



3.574E-04



1.359E-03



1.740E-03



5.214E-02



4.269E-04



3.111E-03



Ratio
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration
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Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 19:16



Sample Name jc97339-3fa



Sample Type Sample



File Name 034SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 19:21



Sample Name jc97339-1a



Sample Type Sample



File Name 035SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse
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Analog
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98.3



101.6



103.1
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106.1



104.8



105.4



104.0



103.8



105.4



98.7



102.2



99.1



99.9



104.7



106.8



0.67



0.50



0.43



0.85



ISTD Recovery%



94.1



97.1



96.9



97.8



98.4



0.74



0.33



0.15



0.90



0.46



0.67



0.38



1.58



1.68



0.96



0.40



1.51



253,421.70



2,774,490.93



4,773,072.73



RSD(%)



0.75



0.86



0.27



0.51



1.02



1.33



1,105,835.47



3,767,800.54



378,215.38



2,621,366.07



242,080.38



166,989.81



603,136.20



3,851,473.59



166,917.96



106,071.33



160,439.81



2,804,930.09



CPS



1,091,094.30
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589,257.77
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1.594E-03



1.024E-04



3.361E-03



1.019E-04



1.093E-05
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1,762.35
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17.70



16.62



-8.22



26.16
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RSD(%)
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0.30
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Pulse
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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1.320E-03



2.176E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.930E-02



4.003E-02



3.640E-01



1.409E-01



4.724E-03



7.827E-05



2.360E+00



1.920E-02



1.140E-01



9.465E-02



1.996E+00



3.602E+01



7.822E-03



3.640E-02



1.721E+02



1.287E+01



8.845E-01



5.349E+00



3.375E-04



1.004E-03



1.699E-03



4.572E-02



2.539E-04



9.303E-03



Ratio



2.794E-04



3.049E-01



4.641E+00



1.533E+00



2.656E-03



61,323.90



23,737.34



796.02



85.77



1,445.64



55.00



19,199.03



15,947.84



336,233.70



6,068,901.57



6,621.71



6,744.81



28,989,623.29



2,168,505.96



149,033.52



901,207.78



397,676.20



3,234.80



11,101.05



298,674.49



956.74



35,063.04



29,470.64



137,203.40



8.93



7.05



CPS



300.01



327,259.68



13,322,193.55



6,390,069.28



11,074.34



1,416.80



4,210.76



0.24



2.89



0.71



1.01



2.00



14.63



0.15



5.79



1.10



1.63



0.69



1.45



3.73



1.43



1.08



1.05



2.29



1.01



10.39



10.99



9.52



1.53



13.19



1.48



RSD(%)
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0.60



1.07
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4.53
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ug/l



ug/l



ug/l
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ug/l
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ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l
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0.224
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.465



1.716



4.361



15.313



0.945



0.032



14529.325



15.767



2.829



1.745



72.572



846.967



1.949



2.009



21518.127



3317.733



651.578



1705.118



0.056



0.107



0.548



37.012



0.019



2.054
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0.048
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FQ Blank File
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Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 19:41



Sample Name jc97339-2a



Sample Type Sample



File Name 039SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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98.2
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97.7
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107.4
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0.26
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98.3



97.1



98.2



96.2



0.40



0.56
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0.17
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1.16



2.01
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0.92



0.19



252,742.58



2,704,455.93



4,782,107.87



0.65



1.44



1.81



0.68



1.01



1,095,479.74



3,802,184.71



384,123.78



2,589,828.02



242,307.17



165,568.48



608,418.68



3,769,701.09



168,487.61



106,738.00



162,226.99



2,726,524.13



2,870,967.87



590,718.74
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4,169,200.77



4,195,095.95
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0.30
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0.30



0.30



0.30



0.10
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Time(sec)



0.25



0.15



0.10



0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.045E-03



1.643E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



5.125E-03



2.390E-02



2.386E-01



6.834E-02



3.653E-03



1.536E-05



2.427E+00



1.128E-03



6.386E-02



3.265E-02



5.164E-01



4.432E+00



1.156E-03



5.166E-03



1.793E+02



1.239E+01



6.511E-02



5.291E+00



1.197E-04



7.243E-04



1.408E-03



3.622E-02



6.704E-05



1.268E-03



Ratio



9.814E-05



3.035E-01



4.580E+00



1.546E+00



2.588E-03



39,158.87



11,207.27



599.34



16.90



1,110.06



41.87



10,474.54



5,354.27



84,730.05



726,978.70



841.41



3,920.53



29,413,101.05



2,033,297.49



10,682.44



867,984.32



398,334.07



184.45



9,073.04



233,484.73



253.34



4,794.34



4,367.50



19,529.16



88.56



6.00



CPS



105.33



325,683.29



13,113,312.72



6,396,641.57



10,710.66



503.36



3,050.42



10.93



8.14



11.40



9.88



7.39



206.74



6.82



14.73



8.07



10.63



7.10



7.69



2.35



1.07



7.54



7.53



7.63



7.79



11.73



32.89



5.51



1.88



5.58



2.58



RSD(%)



20.92



1.16



1.20



1.37
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0.163
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ug/l
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ug/l



0.058



0.995



2.333



6.968



0.727



0.003



14942.009



0.927



1.572



0.540



18.763



103.044



0.277



0.273



22421.293



3194.885



46.827



1686.425



0.020



0.032



0.451



29.315



0.005



0.269
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0.013



82.403



14016.854
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Tune File
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Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 19:46



Sample Name jc97339-2fa



Sample Type Sample



File Name 040SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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102.9
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103.3
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0.22



0.57



0.64



98.1



97.2



98.5



95.4



5.99



6.68



6.01



5.93



5.16



0.77



1.12



1.02



1.24



6.80



4.93



4.61



254,911.64



2,716,429.55



4,798,900.50



1.52



1.32



0.33



1.00



1.67



1,068,108.18



3,671,598.32



371,249.90



2,501,394.83



243,715.22



167,214.83



609,436.75



3,779,799.32



164,613.20



104,467.87



159,979.61



2,653,679.83



2,863,559.23



591,080.68



826,591.60



4,137,201.81



4,211,009.17



6,447,024.49
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0.30
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0.30
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0.10



0.10



0.10



0.10
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Time(sec)
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Pulse
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Pulse
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Analog
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Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



8.854E-04



2.285E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



1.826E-02



2.557E-02



1.924E-01



6.367E-02



4.710E-03



3.122E-05



3.207E+00



6.211E-03



4.742E-02



4.340E-02



1.196E+00



1.433E+01



2.558E-03



1.202E-02



2.058E+02



3.148E+01



2.507E-01



1.080E+01



1.815E-04



5.962E-04



8.660E-04



5.520E-02



1.786E-04



3.020E-03



Ratio



1.487E-04



2.420E-01



6.293E+00



1.487E+00



2.171E-03



33,146.80



10,968.23



811.36



34.82



988.94



58.60



8,168.77



7,475.10



205,983.85



2,469,394.69



3,144.78



4,405.10



35,454,830.81



5,423,150.06



43,190.37



1,860,937.01



552,440.48



1,070.05



5,687.96



362,646.81



666.71



11,264.76



9,540.06



44,848.86



-198.90



12.97



CPS



161.33



262,323.91



18,310,369.31



6,165,569.28



9,006.26



766.72



2,520.33



2.51



2.29



1.06



3.44



2.38



68.66



0.51



9.25



0.73



4.89



0.75



0.51



2.14



1.38



1.00



1.20



0.73



0.32



9.44



-813.92



8.49



1.54



12.76



0.33



RSD(%)



17.96



0.86



0.89



0.77



3.08



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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2.922E-01



2.284E-01



1.491E-01
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Acq Time 11/3/2019 21:26



Sample Name mp18162-s2



Sample Type Sample
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0.30
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0.10
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1.497E+01
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5.997E-02



6.599E-01
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232,541.35



35,969,905.24



685,028.10



181,798.82



6,566,740.02



3,103,744.12



1,104,380.02



2,526,534.97



140,970.14



10,323.31



954,153.76



388,743.85



2,494,079.39



867,783.16



758,611.63



3,474,852.79



CPS



282,378.20



426,150.10



4,532,891.29



2,519,110.48



491,928.17



1,239,830.03



773,901.81



0.95



0.94



0.51



0.50



0.91



1.22



0.88



4.73



1.17



1.91



1.66



1.68



0.10



0.15



1.17



0.73



0.95



0.43



0.51



1.13



3.24



2.82



1.21



0.35



RSD(%)



1.19



1.14



0.44



0.67



0.27
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



48.331



48.054



46.716



48.864



49.011



49.194



5135.732



50.246



49.556



48.747



50.097



5017.378



50.338



51.072



4859.740



4740.038



4827.980



4821.667



50.202



49.896



49.265



48.543



51.456



50.995
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49.819



106.932



4953.242



51.159



51.252
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:31



Sample Name CCVA



Sample Type CCV



File Name 061_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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103.4



97.1



103.5



99.7
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105.9



107.5
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0.38



0.27



0.35



ISTD Recovery%



93.5



95.5



95.2
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95.7



0.32



0.21



0.56



0.54



0.29



0.47



0.92



1.74



1.44



0.77



0.69



0.66



252,683.33



2,672,553.64



4,766,008.28



RSD(%)



0.66



1.26



1.24



0.72



1.25



1.25



1,100,543.18



3,767,395.82



381,884.81



2,572,436.49



244,673.36



164,719.90



606,749.48



3,779,017.13



168,794.97



106,815.28



160,706.26



2,710,583.57



CPS



1,084,002.96



2,788,755.59



578,798.70



811,487.33



4,149,022.34



4,149,097.14



6,483,448.65
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1.803E-01
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45,546.18



0.73



0.49



ug/l



ug/l



49.657



203.629



2



3



Sn



Se



Page 2 of 2 Printed at: 1:08 PM on:11/4/2019



Raw Data MA47746    page 174 of 344



Inst QC: MA47746



279 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30
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Pulse



Pulse
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Pulse
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Pulse



9.417E-04



1.406E-03



1.318E-04



2.096E-03



5.145E-03



1.027E-03



1.056E-01



2.271E-04



9.757E-04



9.057E-02



3.920E-03



2.051E-03



9.637E-02



2.017E-04



1.153E-03



3.302E-04



2.035E-05



2.818E-04



2.618E-04



Ratio



8.958E-05



2.827E-02



9.105E-03



2.803E-04



2.760E-04



323.34



793.37



158.89



16,233.59



144.40



14,027.07



602.25



316.68



14,944.60



220.00



20.00



2,163.57



133.34



1,060.10



983.41



853.40



3,667.00



CPS



97.33



30,732.53



25,206.59



1,166.83



1,150.09



833.39



4,764.28



44.32



802.69



49.60



41.27



318.25



68.11



52.52



16.96



3.93



26.24



39.29



112.47



64.21



17.48



18.64



11.56



6.82



12.55



14.89



RSD(%)



42.40
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-17.95



23.16
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0.008
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0.016



1.171



0.044



0.040



4.045



0.763



0.286



3.353



0.033



0.148



0.090



0.012



0.021



0.045
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0.011



7.138
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0.015
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:36



Sample Name CCB



Sample Type CCB



File Name 062_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30



Time(sec)



0.10
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.5



97.8



97.8



99.7



101.8



Det



Pulse



Pulse



Pulse



Pulse



98.9



95.1



97.3



96.0



97.5



97.4



96.6



104.6



97.7



97.5



97.7



99.3



0.74



0.36



0.51



0.29



ISTD Recovery%



93.8



94.8



95.3



95.5



96.0



8.68



8.14



8.31



7.92



8.82



0.57



0.90



1.35



1.60



8.06



9.73



9.52



252,136.91



2,724,966.00



4,713,653.15



RSD(%)



0.37



0.75



1.58



1.72



0.69



0.62



1,021,136.59



3,477,302.64



355,052.21



2,423,229.14



242,850.74



166,325.81



594,820.33



3,759,180.98



155,643.50



98,676.14



149,479.89



2,545,196.64



CPS



1,087,233.76



2,768,811.00



579,924.85



801,871.99



4,163,094.42



4,129,838.64



6,553,339.90
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3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.952E-03



1.079E-04



3.810E-03



2.064E-04



1.557E-05



Ratio



588.91



32.00



15.41



1,985.71



27.20



CPS



12.73



10.44



-12.41



23.56



140.30



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.221



0.100



-0.455



0.026



0.003



Conc



2



2



2



2



3



TuneISTDMass
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3
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3
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1.00
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0.30



0.30
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0.30
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0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15
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0.10
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Pulse
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.663E-03



2.533E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.745E-02



4.072E-02



3.464E-01



1.264E-01



5.463E-03



1.376E-04



3.419E+00



2.083E-02



1.075E-01



9.369E-02



2.730E+00



3.626E+01



1.201E-02



5.664E-02



1.824E+02



1.908E+01



6.680E-01



6.393E+00



4.986E-04



1.223E-03



1.657E-03



5.495E-02



1.615E-04



1.449E-02



Ratio



1.873E-04



3.343E-01



6.806E+00



1.589E+00



2.400E-03



58,736.67



21,433.12



926.70



151.46



1,831.24



63.87



18,223.58



15,890.03



462,942.98



6,148,394.34



6,351.38



6,901.54



30,937,875.44



3,236,380.50



113,281.55



1,084,189.37



579,816.52



3,532.73



10,770.81



357,310.22



590.03



52,956.25



43,872.93



206,898.68



6.22



6.27



CPS



201.33



359,329.95



19,029,380.97



6,362,129.49



9,609.94



2,043.57



5,021.03



0.04



8.36



1.52



2.20



4.12



6.37



0.58



0.76



0.59



2.96



1.26



1.75



1.10



0.11



0.87



1.28



1.59



0.49



15.41



6.18



0.67



1.49



2.45



2.30



RSD(%)



7.95



0.62



1.62



1.10



4.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.161



0.264



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.443



1.747



4.077



13.644



1.095



0.059



21050.571



17.110



2.666



1.727



99.286



852.535



2.999



3.133



22814.511



4919.634



491.820



2043.364



0.083



0.166



0.534



44.484



0.012



3.207



Conc



0.030



90.832



20847.027



133.873
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 21:41



Sample Name jc97339-11a



Sample Type Sample



File Name 063SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.34
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2,644,398.43



4,710,429.54
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2,534,704.90



244,831.39



165,753.46



599,917.38



3,653,005.26



169,591.81



108,520.70



162,420.84



2,682,289.75



2,795,957.66
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0.10



0.10



Time(sec)



0.25



0.15
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Acq Mode Spectrum
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Prep Dilution 1.000
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Total Dilution 1.000



Acq Time 11/3/2019 22:26
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Method Path
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:32
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Sample Type CCV



File Name 073_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 22:37



Sample Name CCB



Sample Type CCB



File Name 074_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/3/2019 23:52



Sample Name jc97627-1



Sample Type Sample



File Name 089SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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8.92



14.91



10.28



8.50



0.41



0.67



2.57



2.00



9.13



7.27



7.67



240,020.56



2,509,194.62



4,566,861.07



1.35



2.34



1.48



1.08



1.31



1,028,078.02



3,694,035.27



363,221.28



2,345,187.83



236,204.54



158,751.82



585,698.44



3,507,522.86



163,436.08



101,779.78



154,418.13



2,510,448.30



2,736,804.12



559,343.19



780,698.38



3,886,650.67



3,974,773.61



6,481,861.99



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:17 PM on:11/4/2019



Raw Data MA47746    page 255 of 344



Inst QC: MA47746



360 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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1.943E-04



Ratio



1.714E-05



3.522E-02
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24,631.87
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497.79



38,797.60
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13,779.16



354.45



65.56
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7.34
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/3/2019 23:57



Sample Name mp18043-mb1 4



Sample Type Sample



File Name 090SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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2,577,450.25
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0.10
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1.535E+01
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1.452E-01
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4.506E-01



9.092E-02



350,251.09



48,040.16



27,492.04



78,866.83



228,214.63



293,448.53



158,691.51



13,402,504.75



469,921.17



124,923.83



2,371,409.77



1,131,110.68



397,919.97



919,939.27



52,564.87



7,220.54



690,709.58



274,920.43



1,775,454.24



638,522.80
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73.651
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:02



Sample Name mp18043-b1



Sample Type Sample



File Name 091SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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2,406,631.92



237,017.43
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3,629,603.91
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2,547,529.76
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3.741E-01



1.609E+00
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1,080,724.05



2,451,594.00
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725,591.97



3,336,529.82
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48.254
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51.189
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 0:07



Sample Name CCVA



Sample Type CCV



File Name 092_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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9.190E-02



1.792E-04
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8.115E-02



2.924E-03



2.101E-03



8.878E-02



1.330E-04



1.073E-03



2.770E-04



2.428E-05



2.370E-04



1.736E-04
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8.974E-05



2.693E-02



8.151E-03



2.642E-04



2.286E-04
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702.25



127.78



15,017.25



96.63



13,260.88
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343.34



14,506.40
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3.33



1,786.86
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633.38
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29,626.32
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 0:12



Sample Name CCB



Sample Type CCB



File Name 093_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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103.0
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Ratio
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0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.871E-01



1.563E-01
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1.879E-01
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20,753,511.40
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6,360,924.75
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1,441,335.98
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8,407.79
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5914.540



4671.665



5966.445



75.058



78.170



71.149



109.967



79.367



82.547



Conc



71.872



108.763



9513.553



149.304



81.582



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:17



Sample Name mp18043-s1



Sample Type Sample



File Name 094SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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5.452E-01



1.830E-01
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8.313E-01
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1.583E+00



1.069E+01
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1.632E-01



7.469E-01



4.190E+01



1.160E+01



3.170E+00
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2.244E-01
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1.892E-01



2.005E-01



1.588E+00



8.928E-01



9.332E-02
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83,040.97
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80,288.02



188,505.25



41,348.30
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1,628,039.76



397,350.77



20,321,606.41



719,994.18



184,349.88



6,382,298.22



1,766,426.46



482,926.11



1,423,035.01



126,635.09



8,183.23



682,538.43
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1,812,218.25



661,176.53
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2,654,307.59



0.45
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:22



Sample Name mp18043-s2



Sample Type Sample



File Name 095SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:19 PM on:11/4/2019



Raw Data MA47746    page 269 of 344



Inst QC: MA47746



374 of 599



JC97469



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



91.4



RSD(%)



0.22



CPS



1,059,948.97



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:19 PM on:11/4/2019



Raw Data MA47746    page 270 of 344



Inst QC: MA47746



375 of 599



JC97469



7
7.1











Quantitation Report
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0.41
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0.39
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0.89
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3,515,717.50



357,948.75



2,365,279.56



238,200.74



179,544.42



580,054.34



3,553,878.28



152,329.38
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2,484,814.55



2,578,621.58



551,199.28
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0.30



0.10
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0.10
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Pulse
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Pulse
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Pulse
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Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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1.604E+00



3.800E-01



2.716E-01



2.419E-01



3.751E-03



7.788E-05



4.791E-01



7.785E-03



6.012E-02



8.707E+00



1.552E+00



4.540E+01



3.107E-03



1.436E-02



2.446E+01



4.123E+00



3.814E-01
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1.776E-04



2.471E-03
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2.324E-02



8.561E-04



3.622E-03
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1.970E-03



6.145E-02



9.290E-01



4.138E-01



1.537E-03



41,367.58



36,839.14



571.34



78.42



9,157.06



1,326,092.86



236,392.66



6,915,219.17



244,309.64



57,880.21



3,724,863.05



627,972.79



58,084.59



527,904.70



72,976.72



1,185.62



2,727.03



151,085.40



3,067.12



12,973.25



11,127.99



51,434.42



CPS



2,108.16



65,737.93



2,393,517.62



1,583,461.33



5,881.34
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9,596.62
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1.76



1.51



4.41



9.56
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7.17



1.14
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0.44



0.64
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0.35
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5.733
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:27



Sample Name jc97373-1



Sample Type Sample



File Name 096SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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103.8
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92.8
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1.15



0.24



ISTD Recovery%



92.3



88.2



91.2



91.8
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0.45
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0.65
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2.49



2.10
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2,611,948.23



4,655,569.96



RSD(%)



1.46



1.80



1.39



1.78



1.56



1.69



1,006,706.77



3,516,514.30



355,570.54



2,398,173.44



233,870.21



172,833.87



575,548.77



3,580,308.38



152,307.97



101,054.03



151,553.75



2,506,736.98



CPS



1,070,004.63



2,576,422.72
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4.827E-03
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2.747E-02



2.035E-01
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11,808.83
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14.32



1,975.71
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49,987.55
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50,441.21
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22,777.85
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 0:32



Sample Name mp18043-sd1



Sample Type Sample



File Name 097SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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101.8
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4,495,324.82
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1,040,986.82



3,539,926.11



357,926.44



2,462,084.48



229,153.67



156,343.54



574,616.41



3,635,084.32



160,328.32



101,103.71



152,080.20



2,572,369.20
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2,632,205.07



546,778.79
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1.546E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.616E+00



1.168E+00



2.288E+00



4.672E-01



1.800E-01



7.870E-02



8.390E-01



4.676E-02



1.530E+00



1.156E+01



2.487E+00



1.122E+02



1.602E-01



7.299E-01



4.299E+01



1.160E+01



2.598E+00



9.148E+00



2.216E-01



1.489E-01



1.065E-01



6.636E-02



5.048E-01



1.820E-01



Ratio



1.861E-01



1.966E-01



1.596E+00



8.885E-01



9.385E-02



348,515.49



71,162.27



27,413.24



78,151.78



188,058.82



41,283.75



233,092.27



1,760,587.85



378,828.47



17,083,115.43



703,018.52



177,846.69



6,547,275.43



1,766,188.54



395,718.52



1,393,305.46



127,782.53



7,121.61



683,716.99



425,986.33



1,781,017.01



642,183.32



565,105.02



2,575,473.69



0.73



0.47



CPS



199,146.96



210,405.46



4,086,215.15



3,371,322.35



356,117.74



857,119.91



575,987.67



0.24



0.52



0.47



0.45



0.42



1.02



1.82



1.83



0.77



0.80



0.54



0.78



1.59



1.21



1.26



0.34



0.39



0.70



0.64



0.94



1.18



1.69



1.57



1.47



RSD(%)



1.65



0.92



0.71



0.66



0.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.375



349.304



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



109.930



104.202



71.006



105.701



73.150



72.602



10318.106



76.814



76.761



449.146



180.909



5279.824



80.317



81.073



10740.803



5978.076



3832.545



5871.769



74.449



79.603



71.280



107.430



78.718



80.832



Conc



71.170



106.357



9723.113



149.730



81.134



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:37



Sample Name mp18043-s3



Sample Type Sample



File Name 098SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:20 PM on:11/4/2019



Raw Data MA47746    page 278 of 344



Inst QC: MA47746



383 of 599



JC97469



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



92.3



RSD(%)



1.09



CPS



1,070,241.08



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:20 PM on:11/4/2019



Raw Data MA47746    page 279 of 344



Inst QC: MA47746



384 of 599



JC97469



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.4



103.3



103.6



94.0



99.3



Pulse



Pulse



Pulse



99.4



92.9



94.6



96.5



98.0



94.5



90.5



102.5



94.9



91.5



95.6



100.0



0.72



0.59



0.66



0.17



87.7



91.2



91.7



87.5



0.35



0.29



0.66



0.83



0.76



0.98



0.79



2.02



3.01



0.58



0.80



1.11



267,034.63



2,568,048.16



4,598,649.54



1.38



1.79



2.01



1.47



1.32



993,012.23



3,493,713.89



356,789.08



2,351,412.41



235,186.35



175,667.86



577,648.20



3,529,362.76



152,314.57



99,368.47



150,340.29



2,488,192.19



2,560,910.43



554,475.61



769,689.08



3,794,648.69



3,868,031.68



6,419,325.32



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:20 PM on:11/4/2019



Raw Data MA47746    page 280 of 344



Inst QC: MA47746



385 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.881E-01



1.536E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.617E+00



1.181E+00



2.308E+00



4.579E-01



1.790E-01



7.949E-02



8.317E-01



4.659E-02



1.523E+00



1.146E+01



2.476E+00



1.133E+02



1.595E-01



7.275E-01



4.318E+01



1.161E+01



2.605E+00



9.131E+00



2.241E-01



1.476E-01



1.072E-01



6.667E-02



5.058E-01



1.814E-01



Ratio



1.852E-01



1.942E-01



1.597E+00



8.833E-01



9.479E-02



349,035.57



69,253.18



27,077.04



78,559.82



185,898.91



40,873.58



230,331.93



1,733,936.77



374,504.47



17,131,331.54



698,288.25



178,621.31



6,530,797.80



1,756,417.60



394,069.83



1,381,133.62



125,798.17



7,046.03



680,559.57



423,292.97



1,792,063.47



642,752.81



565,093.86



2,577,428.11



0.89



0.56



CPS



197,944.58



207,529.02



4,069,439.52



3,338,637.76



358,208.40



857,571.42



565,016.46



0.74



0.52



1.19



0.83



1.24



0.56



0.14



2.93



0.63



0.80



0.91



0.48



0.65



0.82



1.04



1.23



0.81



0.84



0.18



1.25



1.33



1.80



0.47



0.47



RSD(%)



1.58



0.58



0.79



0.79



2.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.835



347.118



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



109.955



105.386



71.636



103.551



72.759



73.331



10228.020



76.531



76.380



445.433



180.092



5331.542



79.986



80.811



10788.583



5986.573



3843.335



5860.955



75.287



78.915



71.743



107.941



78.878



80.572



Conc



70.838



105.034



9732.285



148.855



81.951



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:42



Sample Name mp18043-s4



Sample Type Sample



File Name 099SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:20 PM on:11/4/2019



Raw Data MA47746    page 281 of 344



Inst QC: MA47746



386 of 599



JC97469



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



92.2



RSD(%)



0.36



CPS



1,068,711.92



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:20 PM on:11/4/2019



Raw Data MA47746    page 282 of 344



Inst QC: MA47746



387 of 599



JC97469



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.6



103.7



103.2



93.4



99.0



Pulse



Pulse



Pulse



100.2



92.1



94.2



96.5



97.1



94.3



89.6



101.4



95.0



91.9



94.9



100.1



1.57



0.81



1.05



1.04



87.3



91.9



91.8



87.2



0.60



0.40



0.74



0.21



0.32



1.11



0.53



2.42



2.56



0.54



0.34



0.61



266,048.53



2,550,779.34



4,584,252.04



1.43



2.20



1.70



2.56



1.83



988,276.42



3,495,132.64



353,756.41



2,345,515.25



235,694.72



176,476.53



577,837.23



3,543,234.22



151,259.98



99,447.08



151,519.30



2,465,095.39



2,548,146.16



558,871.11



770,770.35



3,780,152.55



3,827,158.59



6,348,626.99



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 1:20 PM on:11/4/2019



Raw Data MA47746    page 283 of 344



Inst QC: MA47746



388 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.533E+00



3.568E-01



4.708E-02



1.566E-01



1.634E-03



4.535E-05



4.954E-01



1.477E-04



1.418E-02



9.692E+00



1.446E+00



2.360E+01



4.921E-04



2.236E-03



2.624E+01



4.279E+00



2.393E-02



3.321E+00



1.539E-04



1.199E-03



3.314E-04



2.312E-02



7.590E-04



5.443E-04



Ratio



1.704E-03



6.054E-02



9.520E-01



4.137E-01



1.216E-03



7,092.72



23,589.36



246.33



45.17



2,136.83



1,460,231.64



217,796.63



3,555,288.89



230,957.46



53,750.78



3,953,701.09



644,730.77



3,605.99



500,323.45



74,638.26



22.22



2,113.59



147,394.54



2,687.04



1,926.89



1,743.52



7,917.86



CPS



1,804.13



64,076.56



2,409,809.13



1,565,920.29



4,604.22



593.37



4,630.89



1.01



1.25



-3.20



2.67



7.58



36.24



1.42



46.50



4.88



1.10



0.36



0.98



14.39



7.91



1.43



1.34



0.56



1.16



13.48



15.79



6.99



1.49



6.26



13.83



RSD(%)



8.59



2.15



0.81



1.04



4.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



36.508



31.738



-1.534



34.236



0.633



0.034



6085.905



0.243



0.649



376.565



105.126



1108.792



0.220



0.221



6551.574



2205.907



32.871



2096.112



0.051



0.320



0.181



37.425



0.117



0.216



Conc



0.640



31.928



5774.239



69.707



1.038



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:47



Sample Name jc97373-1f



Sample Type Sample



File Name 100SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:21 PM on:11/4/2019



Raw Data MA47746    page 284 of 344



Inst QC: MA47746



389 of 599



JC97469



7
7.1











Quantitation Report



30.30Pulse1.601E-031,592.320.17ug/l0.2952Sn



Page 2 of 3 Printed at: 1:21 PM on:11/4/2019



Raw Data MA47746    page 285 of 344



Inst QC: MA47746



390 of 599



JC97469



7
7.1











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.1



102.8



103.0



93.1



97.2



Det



Pulse



Pulse



Pulse



Pulse



98.9



92.5



94.8



96.6



96.7



95.8



90.3



101.8



93.6



91.7



94.5



100.5



4.15



4.75



2.29



2.57



ISTD Recovery%



91.3



86.7



90.7



90.5



87.3



1.00



0.99



0.98



1.19



0.72



1.68



1.02



1.12



2.30



1.06



1.29



0.70



265,510.07



2,542,122.60



4,500,519.82



RSD(%)



0.32



0.18



0.97



1.33



1.19



2.39



994,417.17



3,497,798.96



352,194.64



2,384,257.27



229,397.34



174,955.07



569,414.17



3,537,748.28



150,669.47



99,834.81



149,555.89



2,476,697.40



CPS



1,058,499.35



2,531,354.70



551,525.67



759,525.48



3,785,415.15



3,858,989.27



6,375,835.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse2.056E-0454.676.25ug/l0.4203Se



Page 3 of 3 Printed at: 1:21 PM on:11/4/2019



Raw Data MA47746    page 286 of 344



Inst QC: MA47746



391 of 599



JC97469



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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4.566E-04
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 0:52



Sample Name mp18043-sd2



Sample Type Sample



File Name 101SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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93.0
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0.45
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0.83



1.40



1.29
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3,593,414.01
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9.382E-01



3.527E-01
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3.895E-01
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4.514E-02



3.318E-03
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9.540E-01



1.033E-03
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59,556.57



235.00



678.57



10,475.65



24,968.97



426,003.45



5,980,030.60



143,466.19



53,926.90



5,760,736.44



1,368,505.33



14,514.18



607,384.25



91,631.22



192.23



2,213.60



290,133.50



11,725.14



18,141.91



15,038.24



70,378.17
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2,537.57



69,111.32



2,884,156.83



3,602,954.63
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7364.557
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9410.816
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137.659
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34.337
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
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2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 0:57



Sample Name jc97373-2



Sample Type Sample



File Name 102SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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99.5
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1.27
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ISTD Recovery%



91.8
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90.6



91.2



87.1
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2.04



0.40
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0.43
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2,591,154.97



4,618,939.12
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0.37



1.06



1.30



1.32



1.10



1.53
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3,485,221.74



351,171.65



2,351,187.27



234,497.30



174,030.15



568,015.45



3,535,756.20



152,914.70



99,795.97



150,497.84



2,481,915.39



CPS



1,064,292.77



2,568,858.30



550,880.04
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3,776,761.51



3,867,025.90
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1.332E-03



5.873E-04



5.702E-01



3.437E-04
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1.574E+01
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4.936E-03
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1.049E-03



3.593E-04



4.321E-02



3.641E-03



1.237E-03
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1.757E-03



6.267E-02



1.075E+00



6.673E-01



4.962E-04



172,322.86



47,984.53
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583.21



3,328.18



4,317.30



425,039.42



2,388,754.21



139,638.92



45,411.51



5,532,637.70



1,349,783.49



2,173.50



561,047.84



86,529.87



52.22



2,300.28



276,883.48



12,886.09



4,374.19



3,787.34



17,474.90
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1,904.13



67,906.21



2,779,288.40



2,525,750.95



1,876.85
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1.35
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21.912



26.598



33.699



70.954
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7006.851



0.565



1.038



0.917



203.728



738.737



0.510



0.521



9108.259



4585.457



18.676



2339.837



0.032
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:02



Sample Name jc97373-2f



Sample Type Sample



File Name 103SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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99.7
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93.6



Det
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Pulse
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98.7



92.4



94.6



95.8



96.4



94.9



90.4



102.4



93.4



91.8



95.2



99.4



6.07



6.00



9.96



9.69



ISTD Recovery%



93.5



88.5



92.2



91.2



87.3



0.40



0.75



0.37



0.69



0.53



9.78



2.38



2.37



2.55



0.87



0.90



1.20



256,882.05



2,423,430.32



4,333,013.99



RSD(%)



0.38



0.99



2.08



1.74



2.59



2.05



992,787.92



3,470,535.42



351,059.27



2,362,263.87



218,109.38



169,292.51



568,281.46



3,540,083.80



151,762.40



98,790.07



149,299.37



2,473,951.85



CPS



1,083,650.45



2,584,891.32



560,835.42



765,301.37



3,785,192.86



3,864,921.62



6,410,758.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse1.960E-0450.277.54ug/l0.3983Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.025E+00



1.067E+00



2.962E+00



4.315E-01



2.373E-01



1.074E-01



8.388E-01



5.971E-02



1.963E+00



2.506E+00



1.380E+00



2.177E+02



2.003E-01



9.177E-01



4.009E+01



1.856E+01



6.637E+00



1.502E+01



2.962E-01



1.862E-01



1.402E-01



5.695E-02



6.602E-01



2.291E-01



Ratio



2.539E-01



3.690E-01



1.612E+00



6.174E-01



1.188E-01



475,859.13



69,311.11



38,113.25



110,314.92



315,347.26



402,604.83



221,731.29



34,972,505.28



646,481.82



171,457.82



6,439,961.83



2,980,820.64



1,066,082.56



2,412,101.85



134,733.65



9,590.64



898,725.82



365,082.95



2,344,491.37



813,673.14



711,121.19



3,258,765.35



CPS



273,642.00



397,692.87



4,267,815.87



2,390,308.04



459,882.90



1,161,164.05



729,974.57



0.21



0.42



0.48



0.85



1.17



1.41



1.00



2.50



0.13



0.20



0.90



0.42



0.87



0.51



1.78



0.62



1.05



0.44



0.33



1.05



0.76



1.98



0.61



0.99



RSD(%)



0.55



1.22



0.38



0.48



0.25



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



47.927



47.621



46.415



48.743



48.222



49.546



5157.833



49.043



49.242



48.620



50.192



5125.660



50.215



50.970



5008.267



4783.552



4897.280



4837.198



49.765



49.823



46.917



46.096



51.479



50.889



Conc



48.557



100.328



4912.278



52.018



51.348



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 1:07



Sample Name CCVA



Sample Type CCV



File Name 104_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.4



92.0



92.0



92.3



97.5



Det



Pulse



Pulse



Pulse



Pulse



100.9



95.1



97.9



97.8



98.4



96.3



91.7



102.4



94.3



92.1



100.8



102.2



1.22



0.04



0.71



0.61



ISTD Recovery%



93.0



90.7



89.7



91.4



89.3



0.64



0.61



0.24



0.92



0.33



1.50



0.65



1.67



2.53



0.54



0.81



0.75



236,947.81



2,520,495.18



4,514,604.96



RSD(%)



1.70



1.29



1.28



2.30



0.61



2.04



1,027,044.14



3,543,297.78



358,264.71



2,395,875.67



235,210.28



156,501.61



573,688.91



3,551,412.13



160,634.53



101,482.75



152,635.04



2,546,639.00



CPS



1,077,768.18



2,647,303.19



545,903.62



767,488.58



3,871,613.80



3,919,972.38



6,410,963.24



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.386E-01



1.818E-01



244,993.67



43,081.96



1.42



0.66



ug/l



ug/l



50.040



205.402



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.241E-04



1.207E-03



1.366E-05



1.998E-03



4.748E-03



7.064E-04



8.657E-02



1.444E-04



6.249E-04



6.670E-02



3.204E-03



2.067E-03



8.563E-02



1.131E-04



9.759E-04



2.417E-04



1.767E-05



2.169E-04



1.368E-04



Ratio



7.354E-05



1.806E-02



8.296E-03



1.817E-04



2.495E-04



320.01



761.14



113.34



13,869.35



99.96



10,689.06



513.35



331.12



13,723.55



193.34



2.22



1,546.81



113.34



770.06



486.70



513.37



2,223.53



CPS



81.33



19,972.18



21,745.03



706.71



970.08



436.70



3,773.97



45.23



-54.96



173.21



18.09



-222.83



154.21



11.11



21.77



7.12



10.34



6.29



34.93



-77.34



17.72



2.05



14.00



49.41



24.37



24.60



RSD(%)



17.92



3.46



-8.52



18.89



14.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



-1.113



0.011



0.019



-0.002



0.004



0.723



0.023



0.021



1.058



0.579



0.297



-0.126



0.018



0.100



0.061



0.010



0.016



0.018



Conc



0.008



4.346



-7.950



0.007



0.101



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 1:12



Sample Name CCB



Sample Type CCB



File Name 105_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30



0.30Pulse



Pulse1.783E-03



2.726E-024,367.30



285.56156.50



-1.49ug/l



ug/l0.007



-1.0882
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



94.4



92.6



92.6



94.1



96.4



Det



Pulse



Pulse



Pulse



Pulse



100.3



95.7



98.2



96.0



96.4



96.5



90.5



102.1



91.9



92.3



100.6



100.6



0.63



0.38



0.39



0.42



ISTD Recovery%



95.4



89.8



88.4



89.2



89.7



0.34



0.93



0.83



0.50



0.72



0.53



1.38



1.66



2.04



1.37



0.85



0.48



238,667.14



2,570,342.88



4,463,181.63



RSD(%)



0.76



0.53



1.08



1.63



0.75



1.23



1,030,906.46



3,475,338.19



351,094.63



2,401,889.63



232,784.48



157,581.39



559,405.59



3,560,104.63



160,257.68



99,905.75



151,693.78



2,561,781.01



CPS



1,106,050.15



2,621,401.94



537,868.15



749,031.84



3,890,735.67



3,866,812.56



6,395,245.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.453E-03



9.694E-05



3.338E-03



1.807E-04



1.281E-05



Ratio



535.57



29.00



13.23



1,497.87



23.13



CPS



8.15



5.83



-10.53



25.28



211.31



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.116



0.087



-0.510



0.021



0.002



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.063E-03



2.478E-03



4.078E-02



3.824E-02



4.333E-04



5.483E-06



2.045E-02



2.513E-04



7.710E-03



1.541E-02



7.657E-03



1.381E-01



1.252E-04



6.328E-04



1.255E-01



4.468E-02



5.352E-03



8.879E-02



1.090E-04



1.306E-03



2.977E-04



6.345E-04



8.531E-05



1.962E-04



Ratio



4.401E-05



6.390E-02



4.476E-02



5.108E-03



1.858E-04



6,306.84



5,915.59



67.00



5.49



1,192.28



2,383.53



1,184.50



21,367.32



164.39



383.34



19,409.09



6,910.40



827.81



13,733.55



3,162.56



38.89



1,910.20



4,070.72



300.02



690.05



440.02



2,226.83



CPS



48.00



69,843.02



115,331.97



19,792.83



720.05



420.03



5,024.35



18.47



17.20



-3.92



3.30



24.20



-154.51



2.63



21.22



12.13



6.09



6.13



0.70



25.75



13.94



7.27



7.28



10.72



66.96



28.67



8.37



9.49



6.07



20.88



18.30



RSD(%)



172.99



0.90



0.80



1.13



22.76



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.020



0.077



-1.738



7.011



0.145



-0.003



234.770



0.413



0.325



0.410



0.514



3.875



0.036



0.043



16.825



22.541



5.445



1.794



0.036



0.377



0.158



1.019



0.012



0.062



Conc



0.005



33.767



207.825



0.845



0.147



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:17



Sample Name jc97373-3



Sample Type Sample



File Name 106SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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0.19



273,036.38



2,639,910.73



4,564,241.76



RSD(%)
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Interference File
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration
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Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:22



Sample Name jc97380-1



Sample Type Sample



File Name 107SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Prep Dilution 2.000
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Acq Time 11/4/2019 1:27
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File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:32
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Sample Type Sample



File Name 109SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.2



106.6



106.9



94.9



99.5



Det



Pulse



Pulse



Pulse



Pulse



101.9



93.2



95.0



96.4



97.4



93.8



91.1



102.7



93.6



91.3



98.1



102.1



1.09



0.83



0.80



0.93



ISTD Recovery%



96.6



89.9



93.2



93.0



88.3



0.90



0.55



0.51



0.16



0.50



0.66



0.33



1.46



2.40



0.88



0.42



0.66



275,548.86



2,592,331.36



4,609,683.29



RSD(%)



1.30



0.91



1.70



1.84



1.83



1.00



996,759.17



3,490,686.39



354,918.44



2,334,879.42



239,507.94



181,401.64



569,412.26



3,520,059.74



156,405.29



101,459.22



154,158.93



2,494,475.88



CPS



1,119,563.21



2,625,615.58



566,882.32



781,192.90



3,826,709.42



3,893,266.76



6,429,986.57



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh
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Tb



Ge



Rh
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Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.358E-03



7.257E-05



1,353.41



20.00



8.30



5.18



ug/l



ug/l



0.193



0.119
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3
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3
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3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.060E-01



1.129E-01



9.882E-02



5.848E-02



7.673E-04



4.301E-05



6.633E-01



3.419E-04



9.683E-03



1.721E+00



1.200E+00



2.492E+00



2.137E-04



9.808E-04



5.869E+01



1.093E+01



8.263E-03



4.460E+00



1.038E-04



1.040E-03



3.229E-04



3.267E-02



5.961E-04



2.449E-04



Ratio



2.229E-04



7.535E-02



1.292E+00



3.660E-01



5.406E-04



15,412.97



9,121.56



119.67



43.18



1,510.09



268,477.19



187,117.12



388,723.00



94,509.88



17,615.09



9,152,775.75



1,704,734.76



1,289.42



695,609.78



103,446.77



53.33



2,080.24



210,453.21



2,093.58



860.07



750.06



3,443.66



CPS



246.68



83,403.51



3,397,229.32



1,406,350.66



2,076.89



403.36



4,047.34



0.82



0.78



57.23



1.42



9.10



32.92



0.07



43.69



2.47



0.97



0.50



0.64



18.66



7.08



0.61



0.04



34.80



0.82



14.11



15.55



9.07



1.03



2.91



8.77



RSD(%)



7.27



1.62



0.72



1.64



2.46



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



14.428



9.948



0.141



11.668



0.280



0.032



8153.791



0.562



0.424



66.729



87.243



114.759



0.081



0.081



14668.918



5635.048



9.741



2834.267



0.034



0.234



0.175



52.885



0.092



0.083



Conc



0.073



40.029



7858.237



61.675



0.454



2



2



2



2



2



2



2
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2
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Ba



Tl



Pb



Element



Be



B
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Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:37



Sample Name jc97380-2f



Sample Type Sample



File Name 110SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30
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3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.9



106.9



106.5



95.0



99.7



Det



Pulse



Pulse



Pulse



Pulse



101.9



94.2



95.6



96.7



97.6



94.3



91.0



102.9



93.5



91.1



97.9



102.3



0.83



0.32



0.63



0.71



ISTD Recovery%



95.5



90.1



92.8



93.0



88.6



0.10



0.61



0.80



0.14



0.16



0.58



0.97



1.04



2.23



0.37



0.74



0.76



274,550.18



2,594,058.30



4,618,090.23



RSD(%)



0.55



0.68



0.77



1.58



1.82



1.27



1,003,122.78



3,501,602.29



355,407.96



2,345,734.63



241,357.24



181,800.69



568,710.58



3,513,446.82



155,961.38



101,604.29



154,018.95



2,520,874.62



CPS



1,106,972.56



2,630,180.17



564,332.32



781,042.98



3,842,536.09



3,890,917.45



6,442,302.40



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.438E-03



7.382E-05



1,442.31



20.27



18.64



11.65



ug/l



ug/l



0.227



0.122
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3
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Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.047E-01



9.886E-02



3.723E-01



1.175E-01



7.224E-03



8.543E-05



3.884E-01



2.982E-02



4.140E-01



1.047E+00



6.861E-01



1.722E+02



1.994E-03



9.464E-03



6.604E+00



5.376E+00



3.011E+00



2.653E+00



1.067E-04



2.150E-03



4.206E-04



2.303E-02



1.011E-03



2.395E-03



Ratio



1.000E-03



4.354E-02



7.643E-01



1.706E-01



7.403E-03



57,113.41



18,025.61



1,108.71



83.27



63,505.46



160,543.66



105,250.98



26,417,972.28



16,064.53



15,163.82



1,013,171.25



824,740.54



461,908.90



407,015.38



59,575.05



4,575.17



2,723.69



149,114.39



3,553.90



8,416.13



7,005.32



33,263.03



CPS



1,097.39



47,774.32



2,011,883.93



651,199.68



28,255.90



410.02



8,252.50



1.02



3.66



0.97



0.95



4.26



45.79



3.11



2.27



2.07



1.09



1.36



1.90



0.07



2.72



0.75



0.68



0.79



1.77



23.13



5.15



2.68



1.14



1.60



3.42



RSD(%)



10.22



1.02



0.41



2.38



2.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.488



8.690



8.991



25.243



2.906



0.071



4767.542



48.995



20.720



40.492



49.873



8108.642



0.974



1.024



1637.849



2771.258



4442.073



1663.523



0.035



0.830



0.241



37.274



0.156



1.038



Conc



0.371



22.633



4622.478



28.730



6.387



2



2



2



2



2



2



2



2



2
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2
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Tl
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B
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:42



Sample Name jc97382-1



Sample Type Sample



File Name 111SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3



3



3



3
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0.30



0.30
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0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.2



106.0



106.5



98.7



106.5



Det



Pulse



Pulse



Pulse



Pulse



97.2



92.5



93.1



95.0



99.9



94.3



89.8



103.4



97.5



91.1



96.3



98.6



5.97



6.34



7.98



12.93



ISTD Recovery%



94.6



90.1



91.1



90.6



88.1



0.50



0.97



0.40



0.38



0.78



8.30



1.28



1.21



0.98



1.11



0.19



1.79



274,504.69



2,696,250.31



4,934,532.86



RSD(%)



0.52



0.87



1.81



1.15



1.19



1.52



977,012.68



3,441,900.56



363,705.47



2,346,079.63



249,426.27



180,344.95



593,412.30



3,513,936.41



153,418.99



97,931.22



147,045.02



2,476,192.26



CPS



1,097,113.29



2,632,447.30



553,938.88



761,018.43



3,817,665.15



3,838,793.02



6,475,870.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.744E-03



3.184E-04



2,681.38



87.07



3.85



11.21



ug/l



ug/l



0.777



0.675
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3
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3
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3
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3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.604E-03



1.696E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.056E-01



4.633E-02



1.538E-01



8.630E-02



2.206E-03



4.617E-05



1.323E+00



8.778E-02



1.269E-01



2.466E-01



1.522E+00



1.035E+02



2.059E-03



1.020E-02



3.824E+02



4.959E+00



2.741E+00



2.907E+00



2.550E-04



1.993E-03



3.122E-04



1.476E-02



3.367E-04



2.629E-03



Ratio



4.910E-04



3.255E-02



2.741E+00



8.570E-01



4.793E-03



23,486.91



13,177.66



337.00



44.09



2,484.68



44.73



19,372.24



37,653.91



232,402.29



15,806,866.60



16,125.39



7,073.84



58,389,506.57



757,290.04



418,657.03



443,930.52



202,059.78



13,403.32



1,966.87



92,999.01



1,113.43



8,689.62



6,805.17



33,720.10



10.25



4.85



CPS



524.02



34,744.79



6,996,976.98



3,096,269.64



17,320.07



946.74



7,392.06



1.98



4.48



4.40



2.64



3.38



50.57



0.84



3.14



4.62



2.84



0.95



2.06



3.90



0.91



1.60



1.02



1.54



1.11



4.69



2.86



6.29



1.25



9.22



5.91



RSD(%)



6.84



0.13



0.82



0.26



3.32



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.717



0.339



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.509



3.995



1.920



18.068



0.866



0.034



16282.201



144.208



6.307



9.396



110.675



4872.784



1.006



1.106



95655.208



2556.215



4044.360



1827.906



0.085



0.746



0.168



23.885



0.051



1.142



Conc



0.176



16.618



16750.061



144.421



4.130



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1
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1



1



Tune



1



1



1



1



1



1
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Se
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V
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K
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Tl
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File
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Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:47



Sample Name jc97382-2



Sample Type Sample



File Name 112SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10
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93.4
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89.7
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0.81



0.88
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89.7



88.4



83.3
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0.36



0.61
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0.98
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1.11



1.12
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1.23
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1.85
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349,333.89
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233,539.10



173,762.31
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3,304,845.89
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98,617.38



147,210.14
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2,552,930.02
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0.30
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0.10
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0.25
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0.10
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Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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2.143E-03



1.080E-02



1.694E-01



6.155E-02



4.175E-04



5.674E-06



9.982E-03



2.426E-04



9.561E-03



3.225E-02



1.309E-02



6.788E-01



1.308E-04



6.450E-04



2.473E-01



1.194E-02



8.896E-03



9.916E-02



6.861E-05



8.803E-04



1.405E-04



5.643E-04



4.228E-05



1.671E-04



Ratio



6.881E-05



1.593E-02



2.464E-02



5.777E-03



6.490E-05



25,551.09



9,283.84



63.00



5.52



1,442.31



4,865.23



1,974.59



102,397.62



323.07



1,628.99



37,299.38



1,801.23



1,342.30



14,956.82



1,505.64



36.67



893.40



3,590.59



146.68



580.04



453.37



2,236.84



CPS



76.00



17,596.17



62,240.31



21,899.21



246.68



260.01



3,340.49



20.91



7.13



4.88



2.91



13.17



-228.10



3.41



39.13



11.71



6.44



6.56



1.61



7.60



10.85



5.18



2.99



14.59



18.73



26.54



16.84



8.50



5.42



23.26
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29.340



0.039
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5.663
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 1:52



Sample Name jc97382-3



Sample Type Sample



File Name 113SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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92.7
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93.2
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88.9



101.6
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94.6



99.2



1.28



1.39



0.20



1.33



ISTD Recovery%



95.3



86.5



90.6



90.1



87.4



0.20



0.56
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1.46



1.31
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0.27
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271,341.16



2,634,814.34



4,590,122.73



RSD(%)



0.34
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1.46
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1.86



1.84
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3,376,029.87



343,614.85



2,326,952.27



234,135.69



178,853.67



553,280.56



3,466,287.14



150,843.92



98,539.49



147,873.53



2,481,624.27
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1,104,353.14



2,525,595.48
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Pulse
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Pulse



2.825E-04



1.191E-03



2.124E-05



2.779E-03



4.537E-03



6.315E-04



5.816E-02



3.605E-05



1.787E-04



7.451E-02



1.654E-03



1.640E-03



8.176E-02



3.349E-05



6.561E-04



4.721E-05



1.246E-05



1.515E-05



5.228E-05



Ratio



2.820E-05



1.123E-02



7.804E-03



1.515E-04



1.703E-05



435.57



711.14



98.89



9,118.20



44.42



11,679.71



258.89



256.67



12,816.14



186.67



3.33



303.35



80.01



53.33



183.35



126.67



626.71



CPS



30.67



12,215.76



20,319.79



590.03



66.67



130.01



2,533.65



255.95



-59.47



100.70



11.57



-85.42



259.01



28.48



-48.60



-7.23



13.21



47.56



-2363.33



-67.91
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66.65
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21.66
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ug/l



ug/l
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2.035



0.179



-0.018
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 1:57



Sample Name rinseconf



Sample Type Sample



File Name 114SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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95.6



Det



Pulse



Pulse
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1,009,306.63



3,437,395.28
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97,764.66



148,153.42



2,527,792.33
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3
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0.30



0.30



0.30
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0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25
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0.10
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Pulse
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Det
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4.000E+00



1.059E+00



2.945E+00



4.257E-01



2.356E-01



1.061E-01



8.364E-01



6.192E-02



1.967E+00



2.498E+00



1.374E+00



2.192E+02



2.025E-01



9.234E-01



4.044E+01



1.862E+01



6.673E+00



1.502E+01



2.978E-01



1.871E-01



1.403E-01



5.722E-02



6.625E-01



2.287E-01



Ratio



2.534E-01



3.645E-01



1.620E+00



6.183E-01



1.191E-01



477,227.43



68,989.87



38,179.71



108,489.28



318,721.08



404,783.40



222,679.50



35,523,968.59



648,147.59



171,579.97



6,553,421.41



3,017,050.99



1,081,408.92



2,434,260.74



135,534.52



10,034.24



882,507.07



359,883.95



2,274,648.56



785,002.44



695,307.54



3,170,058.44
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273,679.19



393,732.74



4,259,493.37



2,360,742.36



454,727.06



1,138,949.04



715,381.34



0.33



0.27



0.44



1.28



0.96



0.54



1.10



0.73



0.57



0.22



0.44



0.95



0.93



0.53



0.52



0.08



0.12



0.73



0.61



0.63



1.17



1.13



0.46



1.02



RSD(%)



0.32



1.32



0.63



0.75



0.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l
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ug/l



ug/l



47.631



47.239
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48.081



47.884



48.951



5143.130



50.862



49.336



48.456



49.966



5161.126



50.789



51.286



5052.033



4799.395



4924.225



4839.069



50.028
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46.963
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Tune Step
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2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:02



Sample Name CCVA



Sample Type CCV



File Name 115_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse
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0.91



0.34
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89.4
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0.33



0.33



0.12



0.42
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1.33



1.72



2.37



0.16



0.96



0.55



237,041.03



2,498,539.14



4,440,425.93



RSD(%)



0.92



1.18



1.40



1.38



1.89



1.77



1,022,269.34



3,494,187.43



353,158.83



2,348,163.24



232,487.47



156,159.29



556,999.10



3,433,445.05
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100,206.25



152,076.80



2,518,772.75
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1,080,007.08



2,629,772.10



543,700.27



752,920.59
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6,289,435.53
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0.30



0.30
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0.10
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Pulse



Pulse



Pulse
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Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.788E-04



1.222E-03



3.512E-05



2.157E-03



4.538E-03



6.884E-04



8.321E-02



9.394E-05



4.304E-04



6.945E-02



2.121E-03



1.587E-03



8.662E-02



8.465E-05



9.450E-04



2.166E-04



2.194E-05



1.504E-04



1.055E-04



Ratio



4.778E-05



1.442E-02



8.085E-03



1.537E-04



2.409E-04



341.12



717.80



108.89



13,163.51



59.97



10,985.89



335.56



251.12



13,702.39



193.34



5.56



1,383.47



140.01



523.38



366.68



326.69



1,496.76



CPS



53.33



16,061.18



21,274.46



593.38



933.40



326.69



3,653.91



109.76



-133.41



91.74



6.30



-181.89



33.17



11.79



28.63



10.21



5.79



31.97



-227.60



388.13



29.97



12.34



8.28



16.76



19.83



23.13
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103.09
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ug/l
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ug/l
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FullQuant Table
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VIS Fit Point to Point



Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:08



Sample Name CCB



Sample Type CCB



File Name 116_CCB_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10



0.10
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0.10
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.7



91.4



91.1



93.2



94.9



Det



Pulse



Pulse



Pulse



Pulse



99.3



94.7



96.6



94.2



94.3



94.0



90.4



101.9



90.8



90.2



99.3



99.8



0.29



0.17



0.42



0.48



ISTD Recovery%



96.1



90.1



88.9



90.1



89.2



0.69



0.51



0.10



0.60



0.65



0.50



1.76



1.69



0.93



0.24



0.31



0.19



234,795.89



2,546,493.79



4,396,608.30



RSD(%)



0.86



0.73



0.56



0.88



1.30



1.10



1,013,389.70



3,411,395.35



343,295.31



2,339,431.99



228,588.24



155,433.81



552,433.32



3,478,344.12



158,186.98



99,146.30



150,193.47



2,535,404.27



CPS



1,114,125.25



2,631,078.24



540,615.00



756,716.32



3,866,177.55



3,865,239.36



6,383,223.66
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Tb



Ho



Bi



2



3



3



3



3
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2
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2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.323E-03



9.738E-05



3.357E-03



1.370E-04



1.742E-05



Ratio



531.13



21.67



17.68



1,341.19



22.87



CPS



1.69



24.22



-5.33



52.89



87.00



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.089



0.088
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Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.755E-03



8.808E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.244E-01



1.017E-01



4.302E-01



1.144E-01



1.242E-02



5.877E-05



8.641E-01



1.853E-01



1.607E+00



1.829E+00



1.245E+00



2.466E+02



5.249E-03



2.513E-02



1.130E+01



9.691E+00



2.660E+00



2.567E+00



1.567E-04



2.748E-03



6.977E-04



2.352E-02



6.231E-04



6.452E-03



Ratio



5.681E-04



3.952E-02



1.709E+00



4.068E-01



1.278E-02



67,916.15



18,062.36



1,959.79



57.09



3,647.15



190.53



253,635.63



288,721.22



196,565.61



38,925,882.90



35,426.68



16,060.21



1,783,027.43



1,529,809.66



419,932.39



405,274.51



136,398.67



29,251.61



4,470.84



150,690.67



2,136.92



22,127.39



17,995.14



86,182.51



2.50



23.29



CPS



612.02



42,593.61



4,535,026.81



1,519,043.88



47,702.41



590.04



10,347.28



0.49



1.04



1.25



2.77



1.20



19.43



0.80



0.46



0.51



0.31



0.49



1.26



3.27



2.15



0.63



0.63



0.50



0.52



14.14



4.06



3.13



3.78



0.68



1.00



RSD(%)



5.43



2.33



0.90



0.25



2.59



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l
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ug/l



1.203



1.946



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.340



8.947



10.868



24.538



5.017



0.046



10627.290



304.420



80.596



70.911



90.552



11611.725



2.607



2.765



2811.588



4996.164



3924.432



1607.865



0.052



1.151



0.426



38.074



0.096
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11.033



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 2:13



Sample Name jc97469-1



Sample Type Sample



File Name 117SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 1:26 PM on:11/4/2019



Raw Data MA47746    page 328 of 344



Inst QC: MA47746



433 of 599



JC97469



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



93.0



RSD(%)



1.03



CPS



1,077,676.33



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 1:26 PM on:11/4/2019



Raw Data MA47746    page 329 of 344



Inst QC: MA47746



434 of 599



JC97469



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30
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16.62



17.42



20.26
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89.1
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0.18
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0.84



18.13
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2.07



1.21



0.17



1.74



0.96



221,973.24



2,040,769.36



3,675,632.49



0.84



2.99



0.71



1.24



1.17



971,128.81



3,416,023.54



378,667.80



2,313,388.03



196,427.63



148,718.42



609,517.52



3,429,151.09



157,854.56



98,886.78



147,157.81



2,452,269.42



2,653,553.50



541,123.60



747,729.86



3,734,179.84



3,765,313.79
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3
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3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.046E-02



3.534E-01



1.586E-01



2.671E-02



5.260E-04



8.954E-06



8.583E-03



6.882E-04



1.426E-02



1.487E+00



1.983E-01



6.001E+00



1.758E-04



7.802E-04



2.248E-01



1.455E-02



9.175E-03



1.173E-01



8.407E-05



1.810E-03



2.208E-04



5.786E-04



3.362E-05



2.053E-04



Ratio



5.212E-05



1.513E-02



2.281E-02



6.185E-03



6.581E-04



24,055.55



4,048.34



80.00



8.69



2,162.39



225,630.28



30,084.13



910,335.00



3,103.43



53,623.73



34,094.37



2,206.85



1,391.20



17,786.30



1,302.29



104.45



1,416.79



3,717.27



116.68



713.38



610.04



2,710.23



CPS



57.33



16,635.14



57,988.96



23,247.57



2,473.63



316.69



6,811.78



3.44



0.77



4.72



12.14



28.76



1318.04



4.05



3.39



4.31



2.39



1.85



0.97



11.65



15.82



3.63



9.32



6.91



10.12



8.14



2.90



10.96



6.33



22.48



16.01



RSD(%)



181.62



1.32



0.70



1.78



3.27



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.482



31.440



2.074



4.357



0.182



0.000



88.635



1.131



0.653



57.633



14.384



279.985



0.062



0.059



41.668



7.009



11.086



20.241



0.027



0.648



0.107



0.928



0.004



0.066



Conc



0.008



7.090



73.127



1.026



0.555



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 2:18



Sample Name jc97469-2



Sample Type Sample



File Name 118SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.9



102.9



103.2



94.8



97.9



Det



Pulse



Pulse



Pulse



Pulse



98.3



92.7



92.6



93.7



94.1



92.9



88.1



102.5



90.8



89.9



95.2



99.3



1.49



1.52



0.63



0.60



ISTD Recovery%



94.9



87.1



89.9



89.4



86.7



0.70



0.60



0.55



1.29



0.65



0.76



1.28



2.08



2.04



1.53



0.95



0.57



266,029.28



2,588,904.76



4,533,299.96



RSD(%)



0.72



0.62



2.12



2.27



2.23



2.21



971,743.85



3,392,536.39



342,847.74



2,310,221.36



231,404.45



175,068.96



552,288.64



3,468,778.07



151,723.50



98,653.57



148,628.25



2,481,926.91



CPS



1,099,504.87



2,542,736.84



546,598.08



750,154.88



3,758,396.51



3,763,778.45



6,421,580.53



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse4.680E-0512.4722.75ug/l0.0613Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.624E-04



1.100E-03



7.072E-06



2.463E-03



3.989E-03



7.879E-04



6.013E-02



4.872E-05



2.432E-04



6.451E-02



1.746E-03



1.441E-03



8.070E-02



3.399E-05



6.926E-04



4.725E-05



7.960E-06



6.700E-06



6.093E-05



Ratio



2.304E-05



1.069E-02



7.628E-03



1.267E-04



2.511E-05



385.57



624.46



123.34



9,413.92



41.08



10,098.67



273.34



225.56



12,633.82



172.23



1.11



296.68



50.00



23.33



213.35



170.01



850.06



CPS



25.33



11,733.23



19,889.27



486.70



96.67



130.01



2,650.35



59.95



-19.39



173.21



30.14



-16.64



66.57



42.75



-336.50



-1065.16



13.91



39.72



-33.34



-37.05



9.40



15.25



-45.25



103.56



-542.04



647.34



RSD(%)



-184.64



2.67



-2.07



90.92



55.55



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



-1.770



0.006



0.031



-0.017



0.007



0.101



-0.001



0.000



0.784



0.203



-0.165



-1.724



0.005



0.024



-0.005



0.002



0.000



0.001



Conc



-0.002



2.330



-9.999



0.002



0.004



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:23



Sample Name rinseconf



Sample Type Sample



File Name 119SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse1.746E-03



2.594E-024,061.67



273.3477.09



-2.25ug/l



ug/l0.006



-1.1092



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.2



91.0



90.4



93.1



95.3



Det



Pulse



Pulse



Pulse



Pulse



98.4



94.2



95.7



94.2



94.7



94.5



89.5



100.2



90.4



90.6



98.2



98.4



1.17



1.27



0.93



1.04



ISTD Recovery%



94.7



89.3



87.6



88.7



88.7



0.37



0.45



0.78



1.19



0.67



0.82



0.48



1.69



1.45



0.23



0.83



0.35



232,924.83



2,542,924.34



4,415,600.66



RSD(%)



0.89



1.09



1.64



0.93



1.13



0.87



1,003,909.81



3,412,770.00



345,015.99



2,351,366.43



227,161.00



154,811.18



549,963.32



3,495,838.80



156,549.01



97,795.91



148,838.75



2,522,219.55



CPS



1,098,161.24



2,607,573.19



532,719.90



744,661.19



3,844,351.82



3,826,646.40



6,276,985.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



8.623E-04



2.490E-05



5.061E-03



1.129E-04



1.087E-06



Ratio



792.25



17.67



1.10



865.59



5.80



CPS



-109.87



11.49



-11.41



38.09



-24.63



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.008



0.006



-0.311



0.007



-0.004



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.553E-04



1.113E-03



7.049E-06



2.473E-03



4.242E-03



5.674E-04



5.951E-02



4.818E-05



2.088E-04



6.451E-02



1.701E-03



1.801E-03



8.257E-02



2.093E-05



7.022E-04



4.044E-05



1.011E-05



1.450E-05



4.737E-05



Ratio



1.790E-05



1.034E-02



7.902E-03



1.422E-04



2.184E-05



387.79



664.47



88.89



9,327.21



24.41



10,110.91



266.67



282.23



12,940.68



174.45



1.11



253.35



63.33



50.00



163.34



166.68



720.05



CPS



20.00



11,541.99



20,493.47



543.36



83.34



80.00



2,680.36



-186.11



-37.52



173.21



25.16



-75.84



-360.53



12.88



-368.54



-56.85



12.98



4.26



348.94



-50.69



37.76



57.67



-25.22



69.22



171.62



-87.13



RSD(%)



-46.54



0.36



-5.66



114.17



182.14



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



-1.689



0.006



0.031



-0.012



-0.001



0.086



-0.001



-0.002



0.785



0.191



0.101



-1.118



0.003



0.027



-0.007



0.004



0.001



-0.002



Conc



-0.003



2.235



-9.159



0.004



0.003



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:28



Sample Name rinseconf



Sample Type Sample



File Name 120SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse1.753E-03



2.608E-024,088.34



274.45224.91



-2.61ug/l



ug/l0.006



-1.1072



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



91.7



89.8



90.1



92.8



95.0



Det



Pulse



Pulse



Pulse



Pulse



97.8



93.6



94.7



93.7



94.1



93.9



89.4



100.0



89.6



89.5



98.3



98.1



0.55



0.53



0.83



1.34



ISTD Recovery%



96.3



88.8



87.7



88.3



88.0



0.45



0.26



0.10



0.52



0.84



0.45



0.18



1.50



1.55



0.76



1.08



0.93



232,196.93



2,534,393.09



4,400,993.71



RSD(%)



0.90



1.04



2.66



1.78



1.12



1.34



993,939.80



3,394,419.45



342,808.36



2,337,254.42



226,098.37



152,840.30



545,396.29



3,449,976.62



156,729.71



97,457.22



147,963.25



2,504,392.33



CPS



1,116,343.30



2,593,908.09



533,493.82



741,580.27



3,812,963.27



3,818,408.86



6,266,193.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



8.854E-04



2.295E-05



5.028E-03



1.130E-04



-1.006E-08



Ratio



787.81



17.67



-0.01



880.04



5.33



CPS



-437.69



175.71



-8.56



191.23



0.00



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.003



0.004



-0.315



0.007



-0.004



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.552E-04



1.118E-03



0.000E+00



2.758E-03



4.213E-03



5.591E-04



5.842E-02



2.625E-05



1.711E-04



6.322E-02



1.343E-03



1.683E-03



8.258E-02



2.805E-05



6.466E-04



3.603E-05



1.113E-05



1.055E-05



4.046E-05



Ratio



1.550E-05



9.681E-03



7.843E-03



1.301E-04



1.311E-05



433.35



662.25



87.78



9,179.34



24.42



9,934.14



211.12



264.45



12,975.16



175.56



0.00



226.68



70.00



36.67



140.01



90.00



590.03



CPS



17.33



10,821.52



20,289.92



496.70



50.00



106.67



2,460.31



-74.02



-58.79



---



9.16



-62.02



-493.48



34.41



-68.69



-36.54



10.02



48.53



192.93



-50.19



16.75



117.62



-32.53



95.31



239.32



-40.18



RSD(%)



-80.49



2.09



-5.64



94.36



-97.15



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



-1.661



0.000



0.038



-0.013



-0.001



0.060



-0.007



-0.004



0.623



0.099



0.014



-1.117



0.004



0.012



-0.008



0.005



0.000



-0.004



Conc



-0.003



2.055



-9.340



0.003



-0.001



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:33



Sample Name rinseconf



Sample Type Sample



File Name 121SMPL_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse1.457E-03



2.454E-023,857.17



228.89-166.07



-1.14ug/l



ug/l-0.007



-1.1322



2Ni



Cu
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Inst QC: MA47746
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.2



90.3



90.6



93.1



95.1



Det



Pulse



Pulse



Pulse



Pulse



97.8



93.7



94.7



93.5



94.5



94.3



89.1



100.5



89.7



89.5



98.6



98.4



0.79



0.50



0.77



0.22



ISTD Recovery%



96.4



88.6



87.6



88.1



88.0



0.18



0.68



0.59



0.39



0.17



0.92



0.36



1.76



1.86



0.82



1.41



0.30



233,514.84



2,544,597.75



4,402,925.52



RSD(%)



0.76



1.15



1.70



1.15



0.71



1.08



993,837.08



3,386,006.32



344,047.86



2,345,910.74



227,210.47



153,559.83



546,028.59



3,453,423.49



157,137.31



97,705.49



147,913.25



2,507,090.52



CPS



1,117,717.15



2,587,037.20



532,686.67



739,586.42



3,817,109.63



3,805,824.74



6,293,857.20



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



9.190E-04



2.171E-05



4.997E-03



8.258E-05



-3.353E-09



Ratio



785.58



13.00



0.00



913.38



5.07



CPS



424.63



204.16



-19.45



561.04



-0.07



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.004



0.002



-0.319



0.001



-0.004



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Inst QC: MA47746
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.964E+00



1.057E+00



2.903E+00



4.218E-01



2.348E-01



1.064E-01



8.279E-01



6.106E-02



1.953E+00



2.494E+00



1.368E+00



2.179E+02



1.988E-01



9.095E-01



4.062E+01



1.836E+01



6.571E+00



1.490E+01



2.924E-01



1.841E-01



1.362E-01



5.573E-02



6.575E-01



2.267E-01



Ratio



2.453E-01



3.563E-01



1.606E+00



6.114E-01



1.172E-01



468,359.30



68,048.36



37,879.72



107,980.71



315,103.39



402,382.44



220,651.18



35,160,061.94



639,559.04



170,485.64



6,554,897.80



2,961,817.80



1,060,274.19



2,403,604.42



133,578.34



9,851.93



872,721.91



357,011.45



2,255,250.18



777,671.14



681,899.68



3,119,778.13



CPS



274,918.20



399,272.36



4,264,056.29



2,333,290.75



447,520.55



1,126,595.40



709,372.46



0.59



1.04



1.09



1.35



0.30



0.70



1.03



2.20



0.74



0.21



0.79



0.31



0.54



0.76



2.07



0.35



0.57



0.41



0.87



0.50



2.45



1.90



0.62



0.64



RSD(%)



0.67



0.17



1.02



1.32



0.56



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



47.203



47.141



45.450



47.623



47.712



49.073



5090.757



50.152



48.986



48.375



49.725



5130.247



49.851



50.519



5074.890



4731.705



4848.688



4798.373



49.117



49.242



45.596



45.112



51.265



50.351



Conc



46.917



96.856



4892.822



51.516



50.682



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 10:10



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 2:38



Sample Name CCVA



Sample Type CCV



File Name 122_CCV_xa110319m1.D



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.8



90.6



91.0



91.4



95.3



Det



Pulse



Pulse



Pulse



Pulse



99.6



93.2



96.7



95.3



96.2



93.1



90.2



102.3



91.7



88.9



101.2



101.0



0.74



0.38



0.31



0.69



ISTD Recovery%



96.7



90.9



89.3



89.6



88.0



0.58



0.36



0.67



0.30



0.23



0.99



1.07



1.11



1.43



0.52



0.35



0.52



234,621.15



2,496,479.21



4,411,976.21



RSD(%)



0.47



1.45



1.61



1.22



1.78



1.93



1,014,937.59



3,452,456.46



350,281.29



2,317,254.63



228,637.05



154,204.72



557,806.19



3,430,103.49



161,353.79



100,284.40



150,656.67



2,495,480.18



CPS



1,120,595.92



2,655,613.45



543,402.75



752,312.33



3,816,769.42



3,853,719.77



6,407,056.15



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.368E-01



1.806E-01



240,301.81



42,360.88



0.60



0.36



ug/l



ug/l



49.664



203.969



2



3



Sn



Se
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
190



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
7.1
-20
-58



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



13.6



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-155.0
-60



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.80
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.689
0.754
0.753
0.749



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.762
0.729
0.730
0.759
0.721



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.00
206.00
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.00



23.95
24.95
25.95
59.00



9010
78298



123207
33825
30751
73464



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
11989
57768
7722



54987



454961



667259



192575



176311



419738



450623



661791



191404



175206



419133



Replicate 5



Count



73307



349224



46274



Replicate 4



Count



72631



349354



46253



5522254535



454410



665819



193014



174934



420176



451578



663512



190653



174567



417565



Replicate 3



Count



72308



348453



46334



659372



189550



173662



415601



Replicate 2



Count



72398



346886



45967



54704



206



207



208



Replicate 1



Count



72245



347282



45859



54505



448043



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



0.47
0.74
0.55
0.45



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



663550
191439
174936
418442



RSD%



(Actual)
0.60
0.32
0.46
0.56
0.63



115
206
207
208



Count 



(Mean)
72578



348240
46137
54791



451923



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\xa110119m1.b
Report Comment
Instrument Name G3281A  JP10340551
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
7.2
-28
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



14.0



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-170.0
-75



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.80
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.685
0.761
0.727
0.753



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.750
0.756
0.729
0.759
0.735



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.00
206.00
206.95
207.95



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
8.95



23.95
24.95
25.95
58.95



8803
79440



126094
33838
30891
73296



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
11627
56582
7588



53570



458584



681964



193021



177446



419901



457252



683262



193867



178386



418633



Replicate 5



Count



71519



342575



45649



Replicate 4



Count



71037



343890



45384



5410253197



458534



679966



192910



178425



419328



454622



681757



192349



177122



418704



Replicate 3



Count



71025



343630



45476



676825



192998



177933



418365



Replicate 2



Count



70969



341821



45132



53069



206



207



208



Replicate 1



Count



70322



340160



44974



53126



454822



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



0.37
0.28
0.32
0.15



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



680755
193029
177862
418986



RSD%



(Actual)
0.60
0.44
0.60
0.81
0.42



115
206
207
208



Count 



(Mean)
70974



342415
45323
53413



456763



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\xa110319m1.b
Report Comment
Instrument Name G3281A  JP10340551
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FullQuant Table
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Tune Step
1
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Tune File



Bkg Mode Count Subtraction except for ISTD
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FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/6/2019 12:03



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/6/2019 10:09



Sample Name STDA 4



Sample Type CalBlk



File Name 001CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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2,320,566.22



135,076.72



97,065.96
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3.936E-0418.00
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9.67



2.19



223.34



3161.03
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9.000E-03



1.282E-03
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Ratio
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5,969.13
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1,033.41
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46.67
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3,018.19



13,573.86
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36.67



53.33
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27.90
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-625.24



21.66



380.87



-88.26



350.21



281.57



9.60



64.65



-1769.17



-55.25



291.49



-205.26



452.20



41.02



-413.74



RSD(%)



41.81



57.03



36.15



-73.89



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.033



0.061



0.020



0.000



0.041



0.003



0.023



0.002



0.002



0.329



0.072



-0.005



0.441



1.502



-0.004



0.001



0.007



0.000



-0.003



0.003



Conc



0.003



0.016



0.509



-0.001



-0.002



0.001



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/6/2019 12:03



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/6/2019 10:14



Sample Name STDA 4



Sample Type CalBlk



File Name 002CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



Ratio Det Time(sec) Rep



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.60



0.42



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.78



1.62



0.97



1.09



0.35



1.38



4.06



4.23



3.89



1.88



0.90



1.18



RSD(%)



0.43



2.92



2.57



4.16



2.92



156,901.22



951,038.99



90,924.46



44,857.82



328,494.55



420,830.91



2,357,031.11



135,445.82



98,642.87



1,579,279.14



526,333.08



1,630,716.29



CPS



2,981,522.89



3,079,308.08



722,707.62



3,418,854.74



3,156,401.43



4,078,953.90



397,256.02



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



2.545E-03



6.177E-05



1.264E-05



4.563E-04



5.510E-0424.67



344.45



8.33



6.64



240.01



255.78



111.76



222.63



123.28



123.38



ug/l



ug/l



ug/l



ug/l



ug/l0.054



0.018



0.005



0.003



0.010



2



2



3



2



2



Cd



Sn



Se



Zn



As
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.214E-03



4.159E-05



Det



Pulse



Pulse



Pulse



Pulse



7.297E-03



1.034E-03



2.463E-02



1.800E-04



1.896E-03



5.577E-03



9.787E-04



1.040E-03



4.380E-02



8.880E-04



3.179E-03



2.433E-06



3.462E-05



8.798E-05



7.898E-05



3.460E-04



5.968E-02



Ratio



3.578E-06



9.614E-04



4.197E-03



1.654E-04



1.645E-05



1.344E-05



3.393E-04



3.491E-05



256.67



756.70



300.01



5.67



0.00



431.12



988.93



140.01



3,336.00



24.43



816.71



8,085.73



132.22



141.12



5,931.34



120.00



1,080.10



143.34



10.00



83.34



206.68



186.68



CPS



10.67



2,864.83



13,046.65



570.04



56.67



43.33



-95.47



---



---



-730.16



-165.37



---



127.22



---



---



2746.92



35.45



1257.10



1887.75



-547.65



---



228.62



---



-252.38



---



---



-1322.27



-608.43



---



---



ug/l



ug/l



RSD(%)



853.81



---



-585.51



114314.40



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



-0.002



-0.022



0.000



0.000



0.000



0.044



0.000



-0.026



0.000



0.000



0.049



0.000



-0.031



0.348



0.000



-0.001



0.000



0.000



0.000



0.000



0.000



Conc



0.000



0.000



-0.137



0.000



0.000



0.000



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/6/2019 12:03



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/6/2019 10:19



Sample Name STDA 4



Sample Type CalBlk



File Name 003CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.62



0.27



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.27



1.01



1.10



0.36



1.16



2.07



4.08



2.84



5.37



1.65



1.42



0.63



RSD(%)



0.57



3.42



2.64



3.97



3.52



156,544.66



961,755.59



90,787.08



44,519.05



327,988.41



421,235.86



2,373,245.43



135,475.57



95,988.43



1,568,255.63



523,781.43



1,617,225.08



CPS



2,978,723.71



3,112,919.85



729,027.31



3,451,659.32



3,175,839.17



4,114,962.44



402,454.03



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Ratio Det Time(sec) Rep



0.50



0.30



0.30



Pulse



Pulse



Pulse



4.213E-06



3.862E-04



5.099E-0422.67



2.20



202.23



2151.97



-311.61



622.22



ug/l



ug/l



ug/l0.021



0.000



-0.004



2



2



3



Cd



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.333E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.775E-02



2.205E-02



1.131E-01



4.405E-02



1.952E-03



1.155E-03



4.728E-02



1.220E-03



4.104E-02



5.287E-02



2.725E-02



1.068E+00



2.071E-03



9.276E-03



2.309E+00



1.111E+00



4.220E-02



7.579E-01



3.270E-03



1.881E-02



6.383E-03



1.274E-03



6.590E-03



2.314E-03



Ratio



1.489E-03



7.413E-02



8.622E-02



6.052E-02



2.472E-03



15,328.65



5,972.48



264.67



611.77



12,361.41



5,564.52



7,168.59



3,695.00



144,729.44



5,118.40



2,989.25



313,006.97



150,635.72



5,721.23



102,755.20



6,410.44



165.56



26,043.17



5,197.96



15,473.51



5,431.41



4,857.82



21,778.30



3.24



CPS



4,394.10



218,757.69



267,763.62



207,756.06



8,489.67



10,354.39



59,547.83



2.80



3.38



2.92



1.68



1.95



10.51



0.55



17.68



4.09



1.14



5.45



0.69



4.39



2.92



0.57



0.89



1.87



1.39



1.20



1.86



2.79



6.87



3.88



3.50



RSD(%)



2.19



2.13



1.51



1.76



1.38



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.844



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.487



0.974



1.979



5.102



0.490



0.453



286.515



0.982



0.993



0.974



0.977



25.851



0.504



0.492



250.775



262.332



25.567



253.653



0.494



4.902



2.041



1.008



0.505



0.488



Conc



0.474



22.594



251.609



4.979



0.983



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:24



Sample Name STDB



Sample Type CalStd



File Name 004CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.7



100.0



100.5



101.0



100.3



Det



Pulse



Pulse



Pulse



Pulse



100.1



101.9



100.7



101.1



100.7



100.9



0.78



ISTD Recovery%



99.1



99.8



101.3



99.5



99.7



99.1



99.9



98.9



0.96



2.26



0.65



0.80



0.58



0.30



3.48



3.35



0.63



0.38



0.58



0.52



44,740.86



331,130.33



422,656.86



RSD(%)



0.79



2.20



3.11



3.70



4.52



1.64



1,579,143.34



529,729.13



1,628,068.40



157,907.26



959,231.42



90,793.70



3,166,757.59



4,078,684.73



402,146.83



2,346,895.96



135,577.91



97,804.56



CPS



2,950,817.07



3,105,499.64



738,432.23



3,433,242.76



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse9.076E-0440.6784.32ug/l



Units



0.3413Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.452E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.947E-01



1.077E-01



2.881E-01



5.031E-02



2.049E-02



1.259E-02



9.545E-03



6.060E-03



1.941E-01



2.572E-01



1.369E-01



2.589E-01



2.007E-02



9.267E-02



1.514E-01



2.632E-02



1.069E-02



6.561E-02



3.415E-02



1.970E-02



1.703E-02



6.454E-03



6.547E-02



2.318E-02



Ratio



1.585E-02



1.706E-02



9.515E-03



6.257E-02



1.265E-02



38,567.32



6,735.06



2,742.28



6,641.81



12,936.42



25,986.72



34,430.56



18,317.82



34,650.19



52,827.36



14,414.36



20,259.12



3,523.83



1,431.21



8,781.76



1,277.86



811.15



69,399.02



26,307.29



156,386.28



55,393.81



47,922.56



221,391.42



4.31



CPS



47,297.16



50,876.45



29,843.02



215,811.75



43,665.63



107,599.40



62,062.75



1.24



3.93



2.29



3.60



5.29



1.16



6.04



9.29



1.60



1.25



1.67



1.03



1.59



2.26



2.64



4.45



7.48



7.73



1.78



1.59



0.94



0.67



3.09



3.39



RSD(%)



1.81



1.28



3.23



1.88



1.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.095



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.117



5.114



5.206



5.869



5.242



4.958



53.463



4.874



5.006



5.142



5.061



5.786



5.063



5.089



10.269



5.989



5.970



8.086



5.180



5.138



5.464



5.113



5.044



5.058



Conc



5.052



4.970



16.186



5.148



5.058



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:29



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.2



100.3



101.1



100.9



101.0



Det



Pulse



Pulse



Pulse



Pulse



98.8



100.8



100.7



100.7



100.2



100.1



1.21



ISTD Recovery%



100.1



100.8



101.0



99.9



99.2



99.0



99.0



100.6



1.35



0.56



0.99



0.26



2.08



0.63



3.60



3.45



0.58



1.28



0.76



0.61



45,014.03



330,858.49



425,507.18



RSD(%)



1.76



2.21



2.57



3.56



3.53



3.00



1,579,319.70



527,454.92



1,620,996.74



156,647.33



963,846.35



91,024.96



3,151,659.07



4,075,655.46



398,407.04



2,388,276.52



133,852.15



96,734.75



CPS



2,982,508.11



3,136,449.74



736,074.57



3,449,824.32



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.856E-03308.682.00ug/l



Units



5.1333Se



Page 2 of 2 Printed at: 8:08 AM on:11/7/2019



Raw Data MA47766    page 10 of 125



Inst QC: MA47766



465 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.178E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.934E+00



5.237E-01



1.362E+00



2.086E-01



9.730E-02



6.339E-02



3.389E-02



3.139E-02



9.334E-01



1.209E+00



6.648E-01



1.047E+00



9.803E-02



4.525E-01



2.978E-01



1.114E-01



4.375E-02



1.163E-01



1.642E-01



9.647E-02



7.630E-02



3.188E-02



3.213E-01



1.125E-01



Ratio



7.799E-02



7.761E-02



1.760E-02



3.047E-01



6.185E-02



182,169.01



27,893.97



13,009.52



33,082.94



61,484.68



124,796.71



161,681.99



88,885.56



140,028.17



258,577.21



70,019.16



39,818.29



14,890.24



5,849.08



15,554.34



4,530.80



4,196.25



312,273.47



130,513.01



765,627.43



268,126.32



233,623.70



1,078,412.57



1.85



CPS



230,680.66



229,467.93



54,802.35



1,048,601.52



212,798.88



517,939.11



304,254.45



1.14



0.84



1.06



1.24



1.71



0.94



4.88



2.54



2.37



1.02



0.82



1.60



1.65



1.48



0.44



1.16



2.47



6.01



1.13



0.58



2.35



1.63



1.57



1.78



RSD(%)



1.58



3.25



1.99



1.47



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



24.808



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.083



25.225



25.010



25.261



24.938



24.968



203.782



25.242



24.383



24.560



24.732



25.350



24.809



24.921



26.595



26.086



26.529



26.075



24.910



25.515



24.521



25.267



24.765



24.618



Conc



24.858



23.667



41.009



25.119



24.749



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:34



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



97.7



99.7



99.1



100.0



Det



Pulse



Pulse



Pulse



Pulse



98.7



99.3



98.7



99.6



99.6



99.4



0.49



ISTD Recovery%



99.3



100.0



99.8



99.7



99.3



99.5



99.6



100.4



1.15



1.42



0.92



0.83



0.77



0.58



4.43



3.60



0.34



0.96



0.57



0.49



44,400.88



324,876.53



421,044.27



RSD(%)



2.78



3.40



4.24



2.27



3.26



5.09



1,548,317.30



521,876.20



1,610,455.18



155,557.24



954,115.55



88,735.81



3,154,066.14



4,095,441.40



400,955.37



2,382,221.63



133,708.25



95,317.33



CPS



2,958,139.83



3,114,225.37



727,266.42



3,440,771.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.158E-021,402.081.02ug/l



Units



25.0463Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.398E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.935E+00



1.044E+00



2.761E+00



4.217E-01



1.977E-01



1.292E-01



6.955E-02



6.377E-02



1.911E+00



2.479E+00



1.360E+00



2.115E+00



2.015E-01



9.273E-01



5.320E-01



2.271E-01



8.516E-02



1.903E-01



3.397E-01



1.948E-01



1.564E-01



6.461E-02



6.633E-01



2.330E-01



Ratio



1.599E-01



1.571E-01



3.178E-02



6.103E-01



1.281E-01



369,410.81



56,433.16



26,455.45



66,851.70



124,154.97



255,799.22



331,696.41



182,015.27



283,094.19



526,684.72



139,764.68



71,190.54



30,396.09



11,396.98



25,466.61



9,308.80



8,534.95



644,439.30



266,258.36



1,590,350.97



558,599.50



483,041.73



2,222,930.35



0.66



CPS



474,491.73



466,293.30



99,243.29



2,124,713.30



445,813.68



1,072,365.45



615,154.22



1.38



0.94



1.39



1.51



0.51



1.60



3.99



1.25



0.22



0.58



0.34



0.47



1.86



1.47



1.30



0.82



1.70



3.34



0.99



1.34



0.74



2.02



3.11



2.59



RSD(%)



1.67



2.36



1.05



0.78



1.05



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.593



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.041



50.395



50.783



51.356



50.677



50.870



424.008



51.289



50.020



50.452



50.640



51.851



51.015



51.090



52.701



53.439



52.285



52.306



51.540



51.621



50.267



51.200



51.131



51.000



Conc



50.968



48.224



84.530



50.325



51.246



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:39



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



97.2



99.5



98.3



99.2



Det



Pulse



Pulse



Pulse



Pulse



98.8



99.7



99.8



98.8



99.1



100.0



0.44



ISTD Recovery%



99.6



100.3



100.9



100.9



99.4



100.2



100.9



101.0



0.83



1.06



0.96



1.60



1.89



0.61



3.16



2.80



1.20



1.22



1.07



2.39



44,288.36



322,502.08



418,011.81



RSD(%)



0.85



1.55



3.81



3.92



3.16



3.07



1,565,700.46



517,656.35



1,602,808.76



156,480.66



953,939.37



88,254.03



3,157,583.32



4,121,527.44



406,183.38



2,396,441.47



133,826.34



95,716.58



CPS



2,967,018.78



3,122,679.12



735,410.02



3,482,356.40



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.424E-022,842.327.80ug/l



Units



51.3573Se
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Inst QC: MA47766
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.725E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.667E+00



2.065E+00



5.421E+00



8.160E-01



3.887E-01



2.551E-01



1.370E-01



1.235E-01



3.745E+00



4.837E+00



2.674E+00



4.053E+00



3.915E-01



1.805E+00



9.601E-01



4.429E-01



1.603E-01



3.243E-01



6.540E-01



3.749E-01



3.047E-01



1.253E-01



1.291E+00



4.539E-01



Ratio



3.156E-01



3.057E-01



5.501E-02



1.200E+00



2.485E-01



713,672.59



107,427.72



51,175.68



131,261.93



243,186.41



493,100.19



636,868.81



352,057.64



533,542.10



1,009,420.57



271,855.75



126,388.13



58,303.24



21,098.18



42,695.12



18,029.72



16,255.24



1,268,712.30



521,742.05



3,168,051.83



1,114,337.80



961,275.17



4,431,867.98



0.89



CPS



931,572.62



902,281.91



170,667.40



4,155,874.52



860,337.62



2,101,090.02



1,204,205.53



0.86



0.49



0.35



0.37



1.06



1.44



0.58



1.21



2.23



1.74



0.52



0.75



1.85



1.57



0.27



1.01



2.43



0.27



0.43



0.29



0.47



0.64



1.56



2.05



RSD(%)



1.09



0.71



0.81



0.97



1.17



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.759



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.453



99.741



99.826



99.663



99.665



100.471



840.277



99.302



98.089



98.565



99.603



99.926



99.140



99.470



100.424



104.431



99.007



99.850



99.244



99.426



97.970



99.327



99.491



99.367



Conc



100.586



94.085



155.823



98.970



99.437



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:44



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Inst QC: MA47766



470 of 599



JC97469



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



95.8



97.6



96.6



98.2



Det



Pulse



Pulse



Pulse



Pulse



97.2



98.6



98.4



98.3



99.6



99.1



1.30



ISTD Recovery%



99.1



99.7



101.5



100.3



101.1



101.2



103.8



103.4



1.20



1.07



1.06



0.99



0.28



0.55



4.29



4.78



0.82



0.90



0.90



1.20



43,472.37



316,974.62



413,601.03



RSD(%)



1.38



2.59



2.41



3.13



4.18



3.79



1,542,512.72



514,621.83



1,610,506.95



155,090.94



954,079.79



86,931.35



3,212,150.83



4,162,708.27



417,634.60



2,454,963.04



131,645.88



94,602.22



CPS



2,951,726.48



3,102,068.50



740,022.41



3,463,000.68



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.226E-015,331.085.65ug/l



Units



98.4033Se
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Inst QC: MA47766



471 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.094E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.297E-03



2.467E-03



9.120E-03



5.664E-03



1.938E-04



5.069E-05



8.288E-02



2.483E-05



3.497E-03



5.855E-03



1.044E-03



2.010E+01



1.155E-04



5.927E-04



4.543E+00



2.212E+00



8.030E-01



1.452E+00



7.925E-05



2.513E-03



2.321E-03



3.263E-05



4.422E-04



1.468E-04



Ratio



2.058E-05



6.612E-01



1.692E-01



4.421E-04



2.527E-04



1,223.40



760.03



26.00



26.32



1,606.79



468.90



785.59



140.00



2,696,555.03



308.28



331.12



609,316.23



296,702.42



107,712.41



194,758.44



11,116.78



3.33



9,310.34



130.01



1,036.76



343.35



270.02



1,383.42



2.44



CPS



60.00



1,926,937.43



518,336.01



1,490.14



853.40



246.68



7,856.07



19.04



49.88



15.19



13.45



9.93



36.35



2.89



0.60



143.15



56.84



600.82



0.90



89.33



29.03



1.41



0.91



0.90



0.28



25.15



3.39



1.78



58.80



14.13



29.88



RSD(%)



27.26



2.33



0.81



4.06



12.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.568



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.027



0.028



0.063



0.400



0.039



0.018



506.348



0.020



0.009



0.015



0.001



498.185



0.009



0.014



499.807



522.475



498.740



499.811



0.010



0.576



0.735



0.024



0.031



0.013



Conc



0.005



203.869



506.280



0.023



0.095



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:49



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Inst QC: MA47766



472 of 599



JC97469



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.8



97.1



98.7



96.3



97.8



Det



Pulse



Pulse



Pulse



Pulse



99.0



99.9



98.6



99.1



99.2



99.4



2.60



ISTD Recovery%



97.8



98.4



99.6



97.6



98.4



97.4



98.3



98.7



0.60



0.46



0.52



2.34



1.55



2.81



6.46



4.76



0.60



0.96



0.18



0.56



43,942.71



315,995.79



411,920.91



RSD(%)



2.25



3.64



3.99



4.40



4.37



6.20



1,546,879.17



519,310.55



1,603,596.64



155,655.41



949,928.78



88,125.84



3,123,636.44



4,008,872.86



395,588.78



2,341,267.41



134,140.34



95,905.72



CPS



2,914,342.09



3,062,741.62



725,830.48



3,368,569.01



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.471E-0110,853.725.12ug/l



Units



198.6583Se
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Inst QC: MA47766
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JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.657E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.120E-03



2.730E-03



5.763E-02



7.980E-03



1.325E-04



2.314E-05



1.623E-01



5.725E-05



3.448E-03



6.182E-03



1.921E-03



3.941E+01



1.291E-04



5.003E-04



9.013E+00



4.362E+00



1.583E+00



2.889E+00



3.539E-05



2.132E-03



8.177E-04



3.038E-05



1.942E-04



1.176E-04



Ratio



9.899E-06



1.341E-02



3.272E-01



4.246E-04



1.151E-04



7,832.32



1,084.50



18.00



12.09



1,393.43



468.90



840.04



261.12



5,356,662.15



560.00



371.12



1,224,978.49



592,798.68



215,076.96



392,690.40



22,057.58



7.78



3,323.89



123.34



443.36



270.01



296.68



1,150.07



1.82



CPS



29.33



39,841.03



1,011,205.64



1,430.14



390.02



110.00



6,661.99



12.87



36.70



5.51



10.44



14.72



102.85



2.84



108.15



203.46



33.51



31.25



2.33



19.16



27.67



1.40



1.70



1.58



0.91



116.50



4.28



9.31



52.04



21.43



30.60



RSD(%)



84.85



3.06



0.57



19.05



33.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.475



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.051



0.040



0.957



0.684



0.023



0.008



996.706



0.046



0.007



0.022



0.033



977.321



0.012



0.009



998.182



1030.504



983.537



1009.669



0.003



0.475



0.252



0.022



0.012



0.007



Conc



0.002



3.843



991.304



0.021



0.039



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:54



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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474 of 599
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7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



99.9



101.5



98.6



99.5



Det



Pulse



Pulse



Pulse



Pulse



100.3



102.5



100.9



100.1



101.8



102.1



0.56



ISTD Recovery%



99.8



99.3



101.2



97.8



98.4



98.6



99.2



96.7



0.57



0.90



0.72



1.22



0.31



0.97



3.11



4.16



0.51



0.88



0.31



0.67



45,183.38



323,357.48



419,103.72



RSD(%)



0.84



2.71



3.08



3.65



3.86



3.08



1,581,908.24



524,377.19



1,645,696.98



159,830.82



961,521.25



90,704.24



3,124,595.90



4,058,213.79



399,242.32



2,294,408.40



135,913.12



98,369.79



CPS



2,971,674.82



3,089,751.10



737,770.12



3,377,428.59



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse4.829E-0121,817.544.82ug/l



Units



388.6083Se
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Inst QC: MA47766



475 of 599



JC97469



7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



102.3



102.1



100.9



RSD(%)



8.05



11.64



9.37



CPS



3,046,167.51



3,178,368.91



735,623.45



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.503E-03



6.611E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.741E-02



5.766E-03



1.696E-02



7.647E-03



2.107E-04



1.218E-05



8.099E-01



1.534E-05



3.624E-03



6.737E-03



3.220E-03



2.015E+02



1.179E-04



4.739E-04



4.418E+01



2.163E+01



7.937E+00



1.442E+01



2.957E-05



2.208E-03



5.103E-04



4.505E-05



9.532E-05



1.194E-04



Ratio



3.921E-06



8.399E-03



1.597E+00



8.504E-04



6.077E-05



2,440.25



1,098.95



30.33



6.56



1,350.09



30.67



521.13



970.05



463.35



28,983,447.74



2,504.24



830.04



6,355,048.64



3,111,629.81



1,141,766.38



2,074,204.78



116,525.99



2.22



2,070.25



186.68



213.34



266.68



266.68



1,063.40



5.02



48.11



CPS



12.00



25,481.32



5,029,080.86



2,823.75



206.68



93.33



6,868.72



1.11



6.34



7.10



20.07



7.14



75.88



1.14



86.63



33.21



34.47



8.08



2.94



3.93



44.80



1.64



1.41



1.64



2.20



34.06



12.54



17.82



10.63



55.37



100.35



RSD(%)



513.57



9.29



12.84



21.02



25.15



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.443



0.143



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.223



0.187



0.208



0.643



0.043



0.003



4996.288



0.012



0.012



0.033



0.082



4998.903



0.009



0.007



4918.134



5110.959



4935.400



5099.413



0.002



0.495



0.153



0.034



0.005



0.007



Conc



0.000



2.296



4888.886



0.056



0.018



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 10:59



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



99.2



103.1



104.1



98.7



100.9



Pulse



106.2



105.1



101.7



103.0



102.9



103.2



0.45



97.3



98.7



99.8



100.2



95.3



0.62



0.73



0.70



1.12



0.81



1.12



12.13



10.57



1.83



0.26



0.87



0.88



46,359.45



323,593.15



424,882.43



11.69



12.66



14.23



1,595,368.79



539,458.53



1,664,320.42



161,569.29



953,965.28



93,630.01



3,135,364.59



4,105,935.67



403,385.01



2,261,783.61



143,886.13



100,869.88



3,358,772.24



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



103.2



RSD(%)



2.26



CPS



3,073,863.63



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.456E-03



5.291E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.338E-02



9.580E-03



1.116E-02



8.162E-03



2.825E-04



1.443E-05



1.620E+00



1.531E-05



3.707E-03



9.681E-03



4.726E-03



4.040E+02



1.263E-04



5.441E-04



9.052E+01



4.206E+01



1.581E+01



2.858E+01



2.810E-05



1.083E-03



4.183E-04



3.221E-05



9.505E-05



1.333E-04



Ratio



5.652E-06



6.183E-03



3.381E+00



1.303E-03



8.114E-05



1,605.67



1,173.40



40.67



7.71



778.92



24.00



533.35



1,391.20



680.03



58,113,819.91



4,802.94



1,377.87



13,021,761.42



6,051,360.59



2,273,671.37



4,110,826.78



233,100.37



2.22



1,683.51



130.01



210.01



293.35



280.02



1,200.08



1.75



199.42



CPS



17.33



19,010.92



10,858,849.42



4,327.55



270.01



86.67



3,343.90



1.96



5.23



9.64



13.24



9.68



35.99



1.60



86.61



13.77



27.22



5.84



2.50



80.52



25.99



2.96



1.57



2.08



1.92



33.03



5.26



8.38



28.05



72.41



101.12



RSD(%)



39.27



1.95



2.31



4.34



8.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.222



0.037



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.431



0.371



0.101



0.706



0.062



0.004



10000.955



0.012



0.014



0.093



0.138



10023.670



0.012



0.011



10085.139



9940.038



9829.235



10120.862



0.002



0.197



0.123



0.024



0.005



0.010



Conc



0.001



1.612



10362.080



0.094



0.026



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:04



Sample Name STDJ



Sample Type CalStd



File Name 012CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



102.8



101.9



97.5



99.4



Pulse



Pulse



Pulse



106.2



105.5



99.0



102.1



102.5



102.8



0.77



103.2



100.5



96.3



97.1



97.9



97.8



92.8



0.89



0.88



1.79



0.28



0.43



0.78



3.22



4.05



1.47



0.49



1.55



0.77



45,386.44



319,829.31



418,727.44



2.54



3.21



3.20



4.15



3.88



1,553,284.49



535,015.93



1,657,815.56



160,856.45



927,880.66



93,330.03



3,085,040.44



4,029,398.06



393,704.49



2,201,217.73



143,881.72



101,269.30



3,213,356.10



733,027.36



3,323,394.95



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.747E-04



2.715E-03



8.718E-03



1.087E-03



1.585E-05



3.475E-03



7.475E-03



1.018E-03



5.505E-02



8.404E-05



3.649E-04



6.573E-02



3.006E-03



1.654E-03



4.543E-02



1.565E-05



4.021E-04



1.815E-04



1.228E-05



6.740E-05



8.571E-05



Ratio



1.092E-05



4.862E-03



4.424E-03



1.912E-04



3.081E-05



1,230.63



490.02



1,054.50



143.34



7,764.50



38.87



382.23



9,272.04



423.35



233.34



6,407.12



153.34



2.22



740.05



50.00



160.01



203.35



200.01



866.72



CPS



33.33



14,823.71



14,277.96



666.71



106.67



50.00



1,296.79



82.72



54.64



17.07



43.93



173.21



28.28



5.18



-6262.17



2.99



284.62



89.76



14.10



19.66



46.11



15.58



299.62



105.59



27.97



20.28



8.70



-2274.73



RSD(%)



25.05



5.17



45.29



96.28



88.73



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.040



0.056



1.230



0.013



0.008



0.048



0.000



0.729



0.001



0.001



0.724



0.479



0.350



0.926



0.000



0.016



0.047



0.008



0.003



0.000



Conc



0.002



1.204



0.561



0.002



0.006



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:09



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.2



102.2



102.5



101.0



98.5



Det



Pulse



Pulse



Pulse



Pulse



104.1



103.3



102.4



101.7



100.1



100.6



0.42



ISTD Recovery%



102.4



103.7



102.2



101.2



101.3



98.5



99.0



100.2



1.63



1.62



1.66



0.71



1.08



0.47



3.96



4.13



1.79



0.68



0.83



1.95



45,645.95



331,393.13



414,857.82



RSD(%)



1.72



3.55



4.75



3.41



2.50



4.07



1,605,995.87



532,445.48



1,618,587.33



157,444.54



954,029.30



92,814.57



3,217,201.56



4,053,468.06



398,505.22



2,376,873.45



141,061.71



99,119.60



CPS



3,050,178.63



3,227,097.45



744,999.23



3,492,721.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



5.370E-04



5.259E-04



2.888E-03



4.724E-05



4.085E-06



Ratio



407.79



6.67



2.18



285.56



24.00



CPS



51.76



108.07



42.74



63.49



16847.62



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.027



0.034



0.060



0.001



0.000



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



104.0



104.1



103.7



RSD(%)



1.32



4.03



2.79



CPS



3,097,012.62



3,241,108.60



756,049.15



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.758E-01



3.307E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.402E+00



1.178E+00



3.077E+00



4.592E-01



2.333E-01



1.488E-01



9.477E-01



6.917E-02



2.234E+00



2.803E+00



1.562E+00



2.185E+02



2.295E-01



1.082E+00



4.923E+01



2.345E+01



8.710E+00



1.554E+01



3.863E-01



2.243E-01



1.960E-01



7.734E-02



8.234E-01



2.806E-01



Ratio



1.874E-01



3.892E-01



1.743E+00



7.359E-01



1.510E-01



436,371.78



65,138.13



33,095.11



79,391.38



147,151.93



14,843.47



316,827.97



397,517.46



221,536.67



30,984,629.88



624,386.42



167,096.41



6,984,037.50



3,326,368.27



1,235,449.46



2,204,384.98



134,428.29



9,811.36



803,633.45



317,134.91



1,881,079.14



641,232.33



524,336.73



2,471,614.74



1.77



5.07



CPS



580,468.15



1,205,505.51



5,649,091.16



2,521,773.14



517,878.54



1,215,624.98



706,038.87



2.79



2.57



2.80



1.83



3.01



1.82



2.35



2.02



3.42



2.78



3.00



3.17



1.50



1.37



2.46



2.50



2.86



1.66



1.41



1.71



1.61



1.60



1.16



2.05



RSD(%)



0.53



1.86



0.39



1.49



0.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



58.199



266.003



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



57.098



56.859



56.606



55.955



59.820



58.622



5847.242



55.629



58.471



57.061



58.160



5419.954



58.101



59.596



5481.668



5541.511



5416.560



5496.888



58.623



59.446



63.007



61.294



63.472



61.423



Conc



59.737



119.877



5335.925



60.684



60.446



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:21



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:11 AM on:11/7/2019



Raw Data MA47766    page 27 of 125



Inst QC: MA47766



482 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.0



101.0



100.8



97.3



98.3



Pulse



104.7



104.5



100.4



101.8



102.3



102.6



0.66



99.3



99.1



99.6



100.4



96.3



0.24



0.61



0.86



1.20



0.46



0.53



4.44



5.10



1.30



1.70



0.09



0.79



44,887.93



319,094.90



413,935.23



4.75



4.51



4.26



1,574,190.95



533,448.92



1,654,866.18



160,656.02



942,807.29



91,717.50



3,146,920.70



4,099,963.17



404,022.92



2,284,499.65



141,871.83



100,308.54



3,428,621.93



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-04



1.421E-03



6.768E-03



4.320E-03



1.360E-04



1.697E-03



3.255E-05



3.331E-03



6.349E-03



4.539E-04



5.417E-02



9.175E-05



4.647E-04



7.967E-02



3.262E-03



1.046E-01



4.881E-02



2.995E-04



2.140E-03



3.084E-04



2.487E-05



2.415E-04



1.281E-04



Ratio



1.658E-05



8.382E-03



5.772E-03



2.613E-04



1.273E-04



926.71



592.24



18.67



456.68



868.93



62.22



7,417.63



52.20



194.45



10,913.21



446.68



14,324.07



6,687.25



232.23



4.44



1,260.12



100.01



570.04



303.35



216.68



1,103.40



CPS



50.67



25,772.90



18,573.05



916.74



446.70



953.41



6,808.73



74.71



-40.27



40.23



20.58



66.18



27.27



44.69



170.38



57.36



-27.40



11.70



122.77



50.67



5.89



18.27



0.66



10.84



9.60



2.00



8.70



69.72



18.65



20.91



RSD(%)



57.52



1.72



6.90



4.87



8.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



-0.023



0.020



0.236



0.024



4.994



0.026



0.004



0.025



-0.021



0.707



0.003



0.007



2.278



0.539



64.351



2.126



0.043



0.477



0.088



0.018



0.016



0.009



Conc



0.004



2.291



4.697



0.008



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:26



Sample Name ICV



Sample Type ICV



File Name 015_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.2



101.4



102.3



101.1



98.9



Det



Pulse



Pulse



Pulse



Pulse



101.1



101.6



100.7



99.6



98.9



98.9



1.13



ISTD Recovery%



103.2



103.4



101.6



101.7



100.2



99.0



100.0



100.0



1.24



1.12



0.18



1.20



2.34



0.90



2.90



4.72



1.28



1.96



0.52



0.33



45,547.84



331,756.26



416,663.49



RSD(%)



2.15



2.51



4.15



3.63



4.49



5.16



1,579,746.15



521,812.39



1,599,223.86



154,788.23



935,271.66



92,057.52



3,182,525.17



4,075,479.73



402,351.36



2,372,532.78



136,997.87



97,480.27



CPS



3,074,954.04



3,218,226.62



740,950.98



3,510,331.20



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.510E-03



6.877E-04



3.869E-06



Ratio



2.01



1,310.09



31.33



CPS



6.51



122.71



-4209.24



RSD(%)



ug/l



ug/l



ug/l



Units



0.444



0.164



0.0002



2



3



Sn



Se



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.440E-04



1.921E-03



5.691E-03



7.600E-04



8.112E-06



3.017E-03



6.989E-03



9.981E-04



3.457E-02



6.427E-05



3.236E-04



6.003E-02



1.524E-03



9.576E-04



4.411E-02



2.895E-05



4.012E-04



1.017E-04



1.073E-05



9.010E-05



8.192E-05



Ratio



1.293E-06



4.989E-03



4.046E-03



1.561E-04



5.574E-05



792.26



420.01



973.38



138.89



4,816.47



19.99



267.78



8,359.24



212.23



133.33



6,140.31



105.56



1.11



410.02



43.33



213.34



193.34



150.01



760.04



CPS



4.00



15,350.97



13,033.35



550.04



196.68



93.34



1,283.46



-332.45



1035.60



-3073.19



-141.31



173.21



-117.41



24.57



-487.45



14.58



-108.05



-146.39



122.27



17.17



-31.37



119.85



90.26



98.74



12.82



34.18



53.44



-346.77



RSD(%)



-61.77



6.93



-62.54



-302.17



28.59



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.001



0.000



-0.791



0.007



-0.004



0.038



-0.001



0.221



-0.004



-0.001



0.088



0.129



-0.082



0.460



0.002



0.016



0.021



0.007



0.004



-0.001



Conc



-0.001



1.244



-0.599



-0.001



0.016



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:31



Sample Name ICB



Sample Type ICB



File Name 016_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.3



102.0



101.1



99.4



97.2



Det



Pulse



Pulse



Pulse



Pulse



102.8



102.2



100.7



99.8



98.2



98.9



1.52



ISTD Recovery%



103.3



103.4



101.4



101.8



100.9



98.1



99.1



99.0



0.41



0.04



0.50



1.57



1.52



0.83



3.99



3.58



1.61



0.43



0.28



0.79



45,015.04



325,985.47



409,458.01



RSD(%)



1.53



2.31



3.24



3.04



2.60



3.60



1,579,110.15



522,781.66



1,587,338.10



154,747.45



936,191.98



92,635.57



3,203,527.39



4,036,844.84



398,994.68



2,349,501.27



139,253.08



98,121.99



CPS



3,077,735.14



3,219,946.73



739,157.88



3,514,654.53



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



4.612E-04



5.343E-04



2.570E-03



6.947E-05



1.471E-05



Ratio



357.79



9.67



7.74



241.12



24.00



CPS



57.61



244.99



54.85



78.91



190.49



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.011



0.041



0.021



0.007



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



105.2



105.0



104.1



RSD(%)



2.38



1.86



2.52



CPS



3,133,299.17



3,267,683.70



758,846.60



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.356E-01



2.460E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.790E+00



1.012E+00



2.655E+00



3.939E-01



1.883E-01



1.286E-01



8.545E-01



6.091E-02



1.887E+00



2.414E+00



1.324E+00



1.986E+02



2.021E-01



9.270E-01



4.404E+01



2.156E+01



7.880E+00



1.415E+01



3.269E-01



1.881E-01



1.563E-01



6.452E-02



6.710E-01



2.309E-01



Ratio



1.605E-01



3.264E-01



1.595E+00



6.377E-01



1.274E-01



372,530.05



55,259.75



26,411.00



67,141.19



122,986.17



11,019.19



264,775.71



338,652.40



185,741.01



27,855,319.45



531,654.65



141,984.60



6,178,283.37



3,025,194.39



1,105,520.06



1,984,781.87



119,874.34



8,546.07



646,586.28



267,025.48



1,565,487.32



538,591.40



471,315.57



2,162,160.35



0.45



3.36



CPS



502,915.08



1,022,709.09



5,212,919.40



2,191,425.12



437,869.83



1,047,597.15



603,078.97



0.51



0.39



1.04



0.84



0.84



0.45



0.43



2.98



1.51



0.98



0.07



1.57



1.32



1.32



0.28



0.39



0.73



0.82



1.90



1.07



0.94



1.13



2.72



1.87



RSD(%)



0.57



1.15



0.67



1.02



0.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.704



197.795



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.156



48.839



48.845



47.957



48.266



50.669



5271.573



48.989



49.387



49.133



49.296



4926.087



51.155



51.069



4903.221



5095.686



4900.368



5003.231



49.598



49.848



50.230



51.133



51.727



50.539



Conc



51.163



100.499



4882.684



52.588



50.990



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:36



Sample Name CCVA



Sample Type CCV



File Name 017_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.3



101.8



100.6



96.7



98.5



Pulse



103.5



102.5



99.1



99.6



101.3



101.5



0.97



99.6



100.9



100.6



102.4



98.3



0.36



0.64



0.24



0.52



1.58



0.11



4.91



3.51



0.98



1.04



0.79



0.67



44,802.11



317,261.76



414,958.27



3.05



2.72



5.40



1,554,632.40



521,912.45



1,637,746.71



158,931.14



935,778.29



92,435.43



3,205,288.45



4,138,940.67



412,070.97



2,332,541.42



140,283.17



98,390.69



3,436,273.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.817E-04



1.804E-03



6.292E-03



7.590E-04



8.121E-06



3.037E-03



7.356E-03



1.113E-03



4.722E-02



1.031E-04



4.417E-04



6.211E-02



2.077E-03



1.312E-03



4.465E-02



3.515E-05



5.835E-04



8.455E-04



8.942E-06



1.857E-04



1.278E-04



Ratio



1.211E-05



8.214E-03



3.840E-03



2.219E-04



1.672E-04



867.82



418.90



1,014.50



153.34



6,513.83



38.87



248.89



8,567.14



286.67



181.11



6,161.44



104.44



1.11



3,437.26



36.67



440.03



300.02



240.01



1,036.73



CPS



37.33



25,323.09



12,372.74



770.06



580.04



113.34



1,863.55



35.80



-2.69



21.04



-158.63



173.21



-106.25



14.66



250.30



1.57



182.27



71.32



37.14



16.00



64.81



100.78



67.47



23.69



10.68



113.94



38.24



35.99



RSD(%)



22.99



3.31



-48.34



41.87



16.16



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



-0.004



0.011



-0.796



0.007



-0.003



0.046



0.003



0.535



0.006



0.005



0.320



0.259



0.138



0.651



0.003



0.064



0.260



0.005



0.012



0.009



Conc



0.003



2.239



-1.232



0.005



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass
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Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na
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Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:41



Sample Name CCB



Sample Type CCB



File Name 018_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.3



101.1



100.7



100.3



97.5



Det



Pulse



Pulse



Pulse



Pulse



101.8



102.2



99.8



98.6



98.2



97.8



1.02



ISTD Recovery%



103.5



103.4



102.0



100.8



100.5



98.6



99.1



99.3



1.19



1.51



1.37



0.99



0.33



0.74



4.63



4.99



1.45



1.72



1.12



1.46



44,818.77



328,839.54



410,896.38



RSD(%)



2.52



2.44



3.11



3.65



3.78



3.71



1,565,434.73



516,628.16



1,587,778.79



153,097.91



935,531.45



91,786.71



3,191,591.66



4,056,927.65



398,825.83



2,356,842.41



137,955.84



98,080.07



CPS



3,084,185.71



3,219,725.58



743,407.78



3,479,358.18



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



8.277E-04



7.145E-04



2.441E-03



1.162E-04



1.448E-05



Ratio



336.68



16.00



7.55



427.79



32.00



CPS



8.01



103.17



131.27



46.25



139.25



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.089



0.186



0.005



0.019



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd



Page 2 of 2 Printed at: 8:13 AM on:11/7/2019



Raw Data MA47766    page 36 of 125



Inst QC: MA47766



491 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.397E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.680E-02



2.136E-02



1.093E-01



4.160E-02



1.886E-03



1.369E-03



4.639E-02



1.287E-03



3.952E-02



5.296E-02



2.642E-02



1.056E+00



2.000E-03



9.174E-03



2.291E+00



1.105E+00



4.283E-02



7.523E-01



3.126E-03



1.896E-02



6.588E-03



1.272E-03



6.638E-03



2.266E-03



Ratio



1.525E-03



8.064E-02



8.583E-02



5.977E-02



2.558E-03



15,293.09



5,820.20



263.83



723.80



12,683.98



5,528.96



7,409.87



3,696.10



147,691.81



5,147.29



2,988.14



320,465.02



154,583.93



5,992.46



105,257.93



6,490.49



180.00



27,068.67



5,231.28



15,583.50



5,318.02



4,687.74



21,514.85



2.16



CPS



4,758.21



251,561.84



278,887.72



210,899.48



9,023.46



10,077.57



61,179.07



4.84



2.09



2.59



2.08



8.18



9.73



3.21



16.25



5.46



2.48



0.79



1.75



4.95



3.55



1.33



1.05



4.41



1.92



5.58



0.43



0.82



4.89



1.37



3.07



RSD(%)



3.61



2.73



1.15



0.21



4.93



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.978



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.475



0.941



1.910



4.802



0.473



0.537



281.026



1.035



0.953



0.976



0.946



25.558



0.486



0.487



248.743



260.869



25.961



251.671



0.472



4.943



2.107



1.006



0.509



0.477



Conc



0.485



24.603



250.407



4.917



1.017



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn
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Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:46



Sample Name CRI



Sample Type LLCCV



File Name 019LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:13 AM on:11/7/2019



Raw Data MA47766    page 37 of 125



Inst QC: MA47766



492 of 599



JC97469



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.4



101.2



101.1



99.9



97.7



Det



Pulse



Pulse



Pulse



Pulse



103.3



102.9



100.5



101.0



99.3



98.6



0.43



ISTD Recovery%



104.8



104.4



103.9



102.2



101.6



99.8



100.6



98.9



0.89



0.62



0.41



0.98



0.85



0.92



5.64



5.41



0.53



0.79



0.18



1.48



44,987.12



327,522.24



411,686.40



RSD(%)



2.10



2.64



5.09



3.88



4.48



4.81



1,575,903.97



529,161.53



1,605,323.58



154,356.95



936,384.06



91,895.37



3,226,432.24



4,107,856.29



404,720.82



2,348,117.05



139,913.00



98,736.60



CPS



3,120,736.16



3,249,201.83



757,647.15



3,528,255.47



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.067E-0348.001.55ug/l



Units



0.4703Se
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.2



RSD(%)



2.19



CPS



2,955,565.24



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.091E+00



6.801E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.523E-02



1.882E-02



3.825E-02



1.086E-02



3.140E-04



2.746E-04



1.747E+01



2.325E+00



4.906E-03



1.944E-02



1.068E-02



3.741E+03



4.936E-04



2.251E-03



8.945E+02



4.214E+02



1.557E+02



2.962E+02



2.096E-04



7.199E+00



8.014E-04



3.424E-04



2.010E-04



5.837E-04



Ratio



9.905E-06



6.279E-03



3.384E+01



2.639E+01



5.790E+00



5,642.33



1,601.22



46.33



138.13



4,037,864.42



30.67



723.36



2,868.11



1,575.67



551,698,306.96



2,245.41



2,775.88



131,950,234.76



62,156,153.09



22,966,480.76



43,688,266.04



2,577,289.97



342,873.77



2,997.13



1,273.45



386.69



1,126.76



953.41



4,347.14



2.41



83.90



CPS



29.33



18,561.53



107,729,035.06



79,908,355.47



17,529,276.82



603.37



20,623,597.61



6.26



4.92



0.78



2.45



8.57



219.02



1.02



1.51



28.21



6.33



1.28



3.01



2.17



5.53



1.09



1.73



2.13



1.43



10.23



5.38



8.31



11.98



26.88



4.47



RSD(%)



29.29



2.61



1.97



3.43



4.34



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1709.496



0.158



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.195



0.818



0.600



1.036



0.070



0.107



107905.568



1869.666



0.046



0.292



0.360



92819.410



0.105



0.105



99717.850



99584.253



96844.691



105049.684



0.030



1910.681



0.246



0.269



0.013



0.109



Conc



0.002



1.642



103837.248



2176.709



2317.602



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr
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Sample Type ICSA



File Name 020ICSA.d
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1.51



13.14



CPS



37.33



467,990.02



109,418,891.70



89,870,771.99



17,826,991.40



337,609.63



24,028,647.97



2.04



2.04



0.76



1.27



2.05



1.59



0.59



0.70



0.80



1.00



1.72



0.84



6.91



6.23



0.80



1.16



0.83



1.07



1.46



4.50



6.99



7.53



7.83



6.43



RSD(%)



20.58



1.00



2.52



3.46



3.16



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1934.685



21.125



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



17.576



16.972



16.275



16.147



17.946



17.681



109859.215



1879.162



20.500



18.555



18.637



92176.782



0.115



0.115



99840.086



98244.527



95908.510



104852.572



17.213



2146.190



0.246



0.275



0.010



0.112



Conc



0.003



49.142



102273.543



2380.528



2291.007



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration
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Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 11:58



Sample Name ICSAB
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Prep Dilution 1.000
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File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:14 AM on:11/7/2019



Raw Data MA47766    page 43 of 125



Inst QC: MA47766



498 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.4



97.5



96.9



96.9



95.3



Det



Pulse



Pulse



Pulse



Pulse



90.9



96.2



93.5



93.6



94.1



94.7



0.74



ISTD Recovery%



90.8



99.8



102.2



100.7



101.3



101.9



104.0



101.1



5.01



5.19



5.11



1.07



1.21



0.21



4.33



3.07



5.64



3.93



4.94



5.47



43,124.58



317,808.72



401,258.85



RSD(%)



1.47



2.38



3.53



3.27



4.32



4.24



1,466,182.75



490,293.78



1,521,692.61



148,301.11



908,147.45



88,515.48



3,217,064.71



4,192,457.33



418,448.42



2,399,518.92



123,135.54



92,301.12



CPS



2,705,478.29



3,105,772.04



745,145.56



3,475,028.18



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.886E-03



4.178E-04



2.407E-05



Ratio



11.71



923.38



18.00



CPS



10.54



-145.74



90.25



RSD(%)



ug/l



ug/l



ug/l



Units



0.312



-0.053



0.0082



2



3



Sn



Se



Cd



Page 2 of 2 Printed at: 8:14 AM on:11/7/2019



Raw Data MA47766    page 44 of 125



Inst QC: MA47766



499 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



91.9



103.8



104.7



RSD(%)



3.96



6.08



6.45



CPS



2,737,899.25



3,231,778.29



763,522.70



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.411E-01



2.456E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.855E+00



1.020E+00



2.669E+00



4.072E-01



1.916E-01



1.282E-01



8.551E-01



5.917E-02



1.918E+00



2.436E+00



1.334E+00



2.032E+02



1.984E-01



9.099E-01



4.308E+01



2.100E+01



7.645E+00



1.402E+01



3.170E-01



1.881E-01



1.521E-01



6.273E-02



6.542E-01



2.287E-01



Ratio



1.612E-01



3.239E-01



1.567E+00



6.264E-01



1.265E-01



360,471.35



55,007.64



25,882.71



66,672.33



125,423.61



11,106.60



259,019.45



328,999.15



180,214.72



27,446,950.57



520,672.29



137,734.25



5,818,792.55



2,836,006.35



1,032,716.14



1,894,106.59



115,512.69



7,992.39



671,802.57



276,928.50



1,601,261.17



559,044.69



485,617.51



2,227,181.39



1.52



5.46



CPS



441,091.51



885,893.58



5,057,509.40



2,196,382.78



443,369.29



1,044,248.50



618,906.67



0.83



1.42



0.83



1.82



0.77



0.25



0.46



1.64



0.76



1.73



1.34



1.88



4.27



4.01



0.90



1.08



1.65



0.88



2.46



4.73



5.95



5.98



3.43



5.73



RSD(%)



1.64



3.34



4.29



2.54



2.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.853



197.471



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.995



49.203



49.087



49.586



49.121



50.477



5275.336



47.588



50.180



49.576



49.672



5041.270



50.238



50.131



4795.601



4961.205



4754.320



4958.448



48.098



49.824



48.901



49.710



50.430



50.051



Conc



51.369



99.701



4797.265



51.656



50.608



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 12:08



Sample Name CCVA



Sample Type CCV



File Name 023_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



99.8



100.2



101.6



95.0



98.4



Pulse



99.7



101.6



99.2



99.3



102.0



102.5



0.48



101.7



103.8



107.7



107.8



103.3



0.69



1.08



0.60



0.38



0.89



0.66



8.07



7.23



0.54



0.18



1.66



0.81



45,218.94



311,555.06



414,517.07



5.56



7.14



9.50



1,556,343.79



520,227.40



1,649,607.71



160,404.17



959,770.69



90,933.21



3,297,789.80



4,431,305.35



433,891.52



2,451,651.94



135,083.37



97,561.62



3,509,078.70



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:14 AM on:11/7/2019
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Inst QC: MA47766



501 of 599
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.382E-04



2.076E-03



7.914E-03



1.001E-03



4.324E-05



3.108E-03



7.746E-03



1.102E-03



9.314E-02



1.360E-04



5.333E-04



1.214E-01



6.195E-03



3.025E-03



5.073E-02



7.024E-05



8.312E-04



6.818E-04



1.888E-04



1.449E-04



1.546E-04



Ratio



8.074E-06



7.441E-03



4.115E-03



5.080E-04



3.460E-04



1,028.95



403.34



1,005.60



143.34



12,100.99



31.08



270.01



15,771.16



805.59



393.34



6,590.54



130.00



5.56



2,920.45



810.20



346.69



366.69



323.35



1,280.08



CPS



21.33



19,856.60



12,732.96



1,783.54



1,220.10



220.01



2,650.37



147.17



81.07



25.27



109.21



92.08



-608.45



24.60



167.44



2.95



57.55



39.98



4.87



10.71



9.16



13.32



60.45



27.73



23.17



169.90



39.17



72.40



RSD(%)



48.36



9.65



-467.11



32.15



18.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.009



0.041



0.699



0.035



-0.002



0.053



0.003



1.674



0.014



0.010



6.931



1.233



1.203



2.808



0.009



0.130



0.208



0.148



0.009



0.015



Conc



0.001



2.001



-0.387



0.028



0.132



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 12:13



Sample Name CCB



Sample Type CCB



File Name 024_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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JC97469



7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



97.6



100.6



100.0



98.5



97.3



Det



Pulse



Pulse



Pulse



Mix



95.9



101.1



97.7



96.8



98.3



99.2



0.78



ISTD Recovery%



90.0



100.6



101.7



104.1



101.5



106.8



102.5



101.8



0.49



1.81



1.74



0.83



1.38



0.71



11.69



9.87



1.82



2.60



0.81



1.65



44,514.51



323,100.72



409,713.98



RSD(%)



8.59



12.64



8.49



16.14



10.37



17.43



1,531,516.78



507,103.48



1,590,519.56



155,271.70



938,851.87



91,371.73



3,224,921.71



4,395,640.35



412,613.95



2,415,233.82



129,938.64



97,081.72



CPS



2,681,502.64



3,132,004.64



741,728.37



3,594,247.03



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.030E-03



5.402E-04



2.495E-03



1.057E-04



7.913E-06



Ratio



324.45



13.67



4.01



521.13



24.00



CPS



31.76



224.28



417.51



64.29



255.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.132



0.046



0.012



0.016



0.002



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47766
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.585E-02



2.276E-04



Det



Pulse



Pulse



Pulse



Pulse



3.621E-02



1.159E-02



7.668E-01



1.837E-03



1.387E-02



1.339E-01



1.936E-02



1.069E-02



6.288E-02



6.644E-03



3.746E-04



1.309E-02



6.762E-04



1.461E-04



2.192E-04



1.724E-04



8.085E-04



2.552E-01



Ratio



2.727E-05



8.666E-03



1.331E-02



6.381E-03



4.517E-04



9.225E-05



2.064E-03



7.805E-04



1,767.24



17,065.17



3,293.78



29.00



47.78



1,667.91



4,615.28



1,477.55



97,731.99



234.19



1,980.15



32,531.95



2,468.03



1,362.33



8,015.72



846.71



6,758.67



3,407.24



2,947.12



360.02



536.70



420.03



CPS



74.67



23,615.72



42,920.65



22,729.90



1,610.17



303.35



1.49



3.04



26.72



2.72



4.90



19.69



10.33



3.03



37.99



8.05



2.35



33.91



12.95



48.59



9.66



1.71



10.16



5.38



5.34



29.98



4.04



3.92



6.13



29.84



ug/l



ug/l



RSD(%)



49.16



1.72



1.79



1.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.157



4.726



5.745



0.095



0.603



0.520



1.268



0.787



36.781



0.043



0.051



43.702



8.688



11.938



14.238



71.094



0.914



0.479



1.068



0.017



0.058



0.046



Conc



0.015



4.758



55.693



1.025



0.348



0.024



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/6/2019 12:03



Bkg File



Total Dilution 2.000



Operator Name Metals



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/6/2019 12:19



Sample Name jc97382-3 4



Sample Type Sample



File Name 025SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.2



95.9



102.6



101.4



97.8



98.0



103.3



94.1



96.1



96.9



92.5



97.9



0.46



0.72



ISTD Recovery%



91.5



103.6



103.3



103.2



103.1



106.0



106.5



1.15



1.89



0.98



0.48



0.69



0.89



3.81



3.75



4.18



0.66



0.85



1.11



RSD(%)



1.85



3.58



3.65



2.43



3.21



153,758.22



921,943.15



93,152.24



45,127.71



320,645.36



412,708.32



2,452,524.55



127,452.88



92,286.42



1,519,703.41



484,332.82



1,583,964.35



CPS



2,725,103.42



3,224,428.39



753,008.01



3,562,678.90



3,273,469.87



4,361,407.23



428,787.55



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Ratio Det Time(sec) Rep



0.50



0.30



0.30



Pulse



Pulse



Pulse



1.503E-05



2.291E-03



1.843E-0383.33



7.25



1,110.06



73.99



8.30



47.90



ug/l



ug/l



ug/l2.190



0.009



0.796



2



2



3



Cd



Sn



Se
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Inst QC: MA47766
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JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.650E-04



1.757E-03



1.047E-02



1.386E-02



1.884E-04



1.561E-03



2.764E-04



1.329E-02



1.810E-02



1.515E-03



1.568E-01



1.579E-04



7.619E-04



1.366E-01



5.204E-03



6.141E-03



4.670E-02



8.296E-05



1.535E-03



3.765E-04



3.929E-05



1.153E-04



1.787E-04



Ratio



6.427E-06



6.225E-03



5.278E-03



3.923E-04



3.421E-04



1,282.30



1,700.12



23.00



1,621.23



2,207.99



183.34



19,152.32



33.28



216.67



16,659.93



635.58



750.03



5,700.12



190.00



33.33



1,620.17



170.01



283.35



436.69



390.02



1,873.47



CPS



17.33



16,810.35



17,034.35



1,393.47



1,213.45



273.35



5,037.83



116.51



-101.61



9.29



4.04



24.16



37.80



29.53



14.18



15.47



71.68



10.32



69.04



8.65



18.66



18.92



11.10



122.76



24.48



5.83



17.54



59.70



4.83



60.53



RSD(%)



31.79



3.87



13.08



23.92



2.32



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



-0.013



0.176



2.808



0.075



8.318



0.445



0.531



0.529



0.037



6.509



0.039



0.046



17.247



1.997



6.283



2.758



0.021



0.633



0.219



0.058



0.012



0.040



Conc



0.002



3.251



6.366



0.037



0.261



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:24



Sample Name mp18043-mb1conf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Inst QC: MA47766
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.0



104.0



102.7



98.0



99.4



Det



Pulse



Pulse



Pulse



Pulse



90.6



91.3



92.1



88.8



92.7



93.6



0.49



ISTD Recovery%



90.7



103.7



104.1



102.7



103.3



104.3



106.9



103.6



9.01



9.55



10.36



1.82



3.00



0.40



4.32



3.99



9.40



9.56



9.41



9.86



45,701.78



321,445.60



418,851.46



RSD(%)



1.61



2.75



3.89



4.06



4.11



2.32



1,445,094.35



464,929.21



1,498,484.42



146,461.40



875,282.33



94,459.12



3,279,089.05



4,293,450.04



430,071.26



2,458,912.88



122,782.98



87,654.37



CPS



2,701,321.28



3,228,686.30



758,572.49



3,544,878.07



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.174E-03



6.539E-04



5.908E-06



Ratio



2.93



1,003.39



30.00



CPS



15.16



94.48



368.84



RSD(%)



ug/l



ug/l



ug/l



Units



0.747



0.274



0.0012



2



3



Sn



Se



Cd
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7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.7



106.6



105.3



RSD(%)



1.65



2.78



3.66



CPS



2,671,616.41



3,318,054.43



767,468.40



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.864E-01



2.201E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.931E+00



7.744E-01



2.039E+00



2.795E-01



1.374E-01



9.252E-02



3.610E-01



4.587E-02



1.462E+00



1.857E+00



9.909E-01



8.321E+01



1.569E-01



7.253E-01



1.815E+01



8.712E+00



3.001E+00



5.618E+00



2.571E-01



1.501E-01



1.215E-01



4.764E-02



5.074E-01



1.816E-01



Ratio



1.252E-01



1.391E-01



6.508E-01



4.751E-01



9.893E-02



269,000.23



36,872.78



18,123.31



46,027.00



92,733.12



10,013.08



192,923.34



245,007.73



130,729.16



10,978,107.90



386,639.55



102,164.57



2,393,874.00



1,149,382.98



395,986.44



741,181.53



47,628.04



6,052.51



539,543.47



211,642.93



1,244,049.46



445,277.32



384,854.04



1,779,096.66



1.10



6.45



CPS



334,413.05



371,716.81



2,159,553.09



1,712,087.37



356,548.55



847,043.19



494,440.50



1.79



1.93



1.53



2.89



1.81



2.18



3.09



2.00



0.74



1.73



1.68



1.56



0.46



0.49



1.76



1.23



1.31



1.31



0.39



0.15



1.33



1.01



1.47



0.71



RSD(%)



1.66



2.55



0.30



1.43



1.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.605



353.760



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.023



74.690



74.961



67.886



70.427



72.882



4448.106



73.789



76.494



75.550



73.766



4128.262



79.438



79.911



4032.448



4117.038



3732.084



3955.019



78.025



79.483



78.074



75.509



78.230



79.491



Conc



79.794



85.332



3968.776



78.357



79.179



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:29



Sample Name mp18043-b1conf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.2



104.6



102.2



96.9



99.9



Pulse



97.4



98.7



97.1



95.0



100.2



101.7



0.91



104.4



103.7



108.0



110.2



103.3



0.36



0.28



0.61



1.16



0.21



0.44



3.54



4.33



0.46



0.95



0.75



0.15



45,502.13



317,667.13



420,605.89



3.59



3.79



3.78



1,523,124.84



497,466.78



1,620,377.78



159,154.87



925,408.44



94,975.63



3,294,834.45



4,442,828.06



443,431.53



2,452,528.35



131,935.94



94,707.44



3,602,969.74



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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7
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



87.6



RSD(%)



2.45



CPS



2,610,199.06



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.880E-01



2.154E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.530E+00



1.159E+00



2.308E+00



4.884E-01



1.397E-01



9.468E-02



8.676E-01



5.271E-02



1.552E+00



1.038E+01



2.538E+00



1.264E+02



1.677E-01



7.665E-01



4.673E+01



1.350E+01



3.689E+00



8.872E+00



2.473E-01



1.482E-01



1.189E-01



7.499E-02



5.243E-01



1.923E-01



Ratio



1.287E-01



1.769E-01



1.566E+00



9.443E-01



1.022E-01



297,234.39



62,900.82



17,995.80



46,361.87



92,049.76



9,941.69



199,851.80



1,336,792.03



326,941.30



16,273,314.91



583,463.43



149,335.48



6,018,336.71



1,739,415.17



475,210.99



1,142,693.15



111,743.50



6,789.52



523,815.08



330,454.17



1,269,003.47



465,495.79



405,816.79



1,855,373.37



0.61



6.17



CPS



335,872.51



461,792.40



5,067,652.22



3,254,085.48



352,007.02



812,817.95



487,142.66



0.69



0.32



0.68



1.98



0.50



1.37



0.95



3.14



0.35



1.44



1.08



2.31



1.17



0.69



1.88



1.26



1.29



0.74



1.41



0.65



0.10



0.75



0.73



0.47



RSD(%)



0.15



0.77



0.39



2.05



2.36



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.266



346.280



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



117.513



111.916



84.869



119.065



71.629



74.579



10704.351



84.791



81.177



423.194



189.087



6269.102



84.904



84.454



10405.776



6382.238



4587.717



6263.393



75.047



78.482



76.427



118.855



80.837



84.185



Conc



82.026



108.652



9589.043



155.755



81.764



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:34



Sample Name mp18043-s1



Sample Type Sample



File Name 028SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



104.9



103.7



95.0



98.1



Pulse



Pulse



Pulse



95.1



97.6



95.3



93.5



98.8



101.5



0.83



103.9



104.0



99.9



103.5



107.1



109.1



102.0



0.61



0.75



0.83



1.15



0.90



1.01



3.53



4.32



0.96



0.35



0.40



0.92



46,166.65



311,640.69



413,271.41



2.59



2.98



4.21



4.44



3.96



1,494,547.75



489,673.73



1,598,309.00



158,948.64



913,690.94



95,231.79



3,287,663.92



4,405,871.08



438,979.20



2,420,761.27



128,804.36



93,687.24



3,235,214.74



758,403.06



3,447,843.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



106.1



105.9



RSD(%)



1.72



2.44



3.97



CPS



2,660,156.29



3,302,566.20



771,863.53



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.967E-02



5.067E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.685E-01



2.495E-01



5.002E-01



1.151E-01



3.149E-02



2.048E-02



1.832E-01



1.127E-02



3.314E-01



2.206E+00



5.338E-01



2.523E+01



3.423E-02



1.575E-01



9.891E+00



2.828E+00



7.763E-01



1.915E+00



5.312E-02



3.157E-02



2.629E-02



1.593E-02



1.075E-01



3.956E-02



Ratio



2.729E-02



4.136E-02



3.390E-01



1.954E-01



2.110E-02



66,074.36



15,202.99



4,159.98



10,297.74



19,944.01



2,343.55



43,779.03



291,445.40



70,518.73



3,333,729.03



127,937.90



32,950.50



1,306,532.62



373,623.32



102,552.37



252,980.05



24,195.65



1,488.99



115,948.69



70,279.10



268,870.51



98,861.47



85,585.11



393,758.22



3.09



5.10



CPS



72,624.19



110,056.53



1,119,357.48



702,894.89



75,867.86



176,714.92



105,065.20



0.54



1.65



2.03



1.55



0.60



1.50



1.54



3.79



0.49



0.49



0.72



0.80



0.85



0.67



0.84



0.63



0.87



0.54



2.35



1.32



1.21



0.62



2.45



2.41



RSD(%)



2.53



2.50



1.10



1.04



2.28



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.957



404.228



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



125.602



119.679



91.161



138.046



80.643



80.663



11256.050



90.669



86.036



448.954



198.514



6255.129



86.497



86.608



10960.078



6680.966



4821.149



6640.983



80.593



82.902



84.399



126.236



82.884



86.431



Conc



86.982



124.748



10273.258



161.074



84.378



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 12:38



Sample Name mp18043-s1



Sample Type Sample



File Name 029SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Raw Data MA47766    page 57 of 125



Inst QC: MA47766



512 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.4



105.8



103.9



99.2



99.1



Pulse



97.5



100.2



98.7



96.0



99.7



100.7



0.65



104.2



104.8



107.2



109.3



105.4



0.36



1.82



1.78



0.75



1.07



0.39



5.09



4.41



1.08



0.49



0.79



0.93



46,271.45



325,220.92



417,238.73



4.25



4.76



3.85



1,548,369.66



502,692.47



1,611,790.04



157,694.78



946,597.25



96,064.22



3,328,843.23



4,410,796.50



439,802.04



2,500,693.14



132,103.48



96,203.45



3,596,176.72



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47766



513 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



88.4



RSD(%)



1.70



CPS



2,632,723.32



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.912E-01



2.146E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.545E+00



1.164E+00



2.326E+00



4.898E-01



1.399E-01



9.711E-02



8.662E-01



5.319E-02



1.558E+00



1.047E+01



2.551E+00



1.266E+02



1.674E-01



7.707E-01



4.750E+01



1.354E+01



3.719E+00



8.885E+00



2.510E-01



1.522E-01



1.214E-01



7.589E-02



5.246E-01



1.928E-01



Ratio



1.328E-01



1.836E-01



1.573E+00



9.511E-01



1.034E-01



307,232.46



64,688.08



18,471.42



47,744.73



93,979.76



10,019.08



205,832.61



1,382,521.82



336,918.48



16,717,180.45



600,239.76



153,761.38



6,273,903.64



1,788,633.82



491,212.53



1,173,445.51



114,414.61



7,021.89



544,032.22



340,206.25



1,282,046.80



471,133.19



409,353.41



1,884,770.54



1.22



6.14



CPS



349,508.10



483,204.69



5,286,017.63



3,357,277.76



365,150.49



833,259.18



505,322.86



0.30



1.45



0.26



1.16



0.32



1.48



0.75



4.67



0.41



0.58



0.71



0.58



0.75



0.13



2.46



0.55



0.70



0.61



3.10



0.84



1.71



1.77



2.46



2.21



RSD(%)



0.37



1.13



0.98



1.21



0.82



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



80.615



344.931



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



117.894



112.387



85.551



119.403



71.701



76.498



10687.837



85.553



81.533



426.792



190.029



6280.402



84.746



84.909



10577.861



6399.673



4624.541



6272.501



76.160



80.626



78.037



120.280



80.876



84.383



Conc



84.629



112.765



9628.249



156.880



82.796



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:44



Sample Name mp18043-s2



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Inst QC: MA47766
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.3



105.6



105.0



96.5



99.6



Pulse



Pulse



Pulse



97.5



99.2



96.4



93.9



99.3



101.0



0.41



107.9



107.9



102.3



104.5



108.9



110.4



103.1



1.10



1.00



0.97



0.83



1.71



0.59



3.58



4.95



1.38



0.15



1.20



1.16



46,722.94



316,656.53



419,581.03



2.82



2.42



3.77



3.24



4.22



1,511,051.36



491,591.87



1,605,862.33



158,041.50



916,263.02



95,895.38



3,319,316.26



4,480,876.18



444,427.90



2,445,774.91



132,076.95



95,211.92



3,360,134.74



786,321.44



3,530,581.10



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47766



515 of 599
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7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



88.6



106.6



106.8



RSD(%)



2.10



2.13



4.43



CPS



2,639,115.17



3,319,137.87



778,264.44



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.925E-02



4.944E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.587E-01



2.498E-01



5.074E-01



1.146E-01



3.121E-02



2.096E-02



1.808E-01



1.067E-02



3.276E-01



2.218E+00



5.290E-01



2.507E+01



3.455E-02



1.572E-01



9.878E+00



2.845E+00



7.862E-01



1.884E+00



5.225E-02



3.133E-02



2.655E-02



1.593E-02



1.079E-01



3.950E-02



Ratio



2.746E-02



4.112E-02



3.386E-01



1.954E-01



2.128E-02



66,060.90



14,921.57



4,063.62



10,399.42



19,473.31



2,274.88



42,642.11



288,776.93



68,873.17



3,263,605.98



124,810.93



32,514.04



1,286,043.35



370,326.09



102,339.16



245,210.26



23,535.54



1,388.98



115,587.09



69,314.08



266,935.45



97,712.83



85,417.47



388,646.99



0.50



3.85



CPS



72,482.26



108,509.22



1,123,718.27



702,400.28



76,484.33



175,812.39



105,404.38



1.47



2.72



1.83



3.43



1.79



2.30



0.43



10.33



1.75



2.18



1.60



2.22



1.60



0.56



0.72



2.06



3.77



1.61



1.25



2.65



1.38



1.01



2.68



1.85



RSD(%)



0.72



1.60



0.69



2.91



1.37



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.065



394.330



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



124.333



119.830



92.490



137.473



79.932



82.538



11108.935



85.821



85.030



451.408



196.743



6214.318



87.311



86.432



10946.317



6719.956



4882.641



6529.130



79.262



82.264



85.248



126.200



83.144



86.307



Conc



87.527



124.010



10260.486



161.073



85.115



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 12:49



Sample Name mp18043-s2



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.0



105.9



103.4



98.8



98.7



Pulse



96.1



99.2



98.8



94.7



99.0



99.9



1.09



104.1



106.0



105.8



108.3



104.2



0.18



0.45



0.18



1.06



1.79



1.10



4.84



3.63



0.61



0.96



0.87



0.91



46,011.74



323,894.01



415,642.80



2.28



4.48



2.71



1,548,989.91



496,197.08



1,601,618.93



156,320.55



933,357.36



96,111.46



3,366,044.32



4,352,808.89



435,752.39



2,472,648.09



130,192.24



95,217.45



3,593,161.51



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47766
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.825E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.580E+00



3.768E-01



2.262E-01



2.159E-01



2.377E-03



1.004E-04



5.014E-01



7.789E-03



6.326E-02



8.625E+00



1.521E+00



4.073E+01



3.017E-03



1.456E-02



2.951E+01



5.005E+00



4.534E-01



3.309E+00



8.255E-05



1.395E-03



3.740E-04



2.698E-02



9.532E-04



3.832E-03



Ratio



1.333E-03



4.235E-02



9.329E-01



4.438E-01



1.683E-03



30,010.88



28,651.09



315.34



50.38



916.71



8,394.86



1,144,460.61



201,825.38



5,405,200.34



209,668.16



50,003.74



3,915,240.68



664,073.15



60,160.15



439,009.95



66,530.51



1,033.39



1,656.85



119,603.72



2,316.97



9,337.18



7,335.77



35,434.40



5.05



CPS



3,544.50



112,676.64



3,133,814.33



1,575,178.36



5,978.26



276.68



4,681.00



0.45



0.68



2.36



0.63



7.09



28.41



2.30



4.03



2.47



1.50



0.97



0.85



6.03



1.81



0.82



0.56



1.17



0.53



5.15



3.78



3.36



1.56



7.97



1.78



RSD(%)



3.33



1.90



0.10



1.08



0.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.599



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



40.988



36.253



8.129



52.312



1.198



0.076



6181.734



12.529



3.150



351.640



113.271



2020.259



1.487



1.566



6565.898



2364.947



562.592



2316.718



0.021



0.559



0.218



42.768



0.142



1.640



Conc



0.847



25.560



5700.071



73.182



1.334



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 12:54



Sample Name jc97373-1



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Inst QC: MA47766
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.9



107.7



105.2



97.9



99.2



Det



Pulse



Pulse



Pulse



Pulse



97.9



100.8



97.9



95.9



99.6



101.3



0.63



ISTD Recovery%



89.4



107.9



107.2



102.9



105.6



107.7



109.6



102.6



0.64



1.54



0.45



0.46



0.96



0.59



4.47



4.68



0.82



0.81



0.58



0.71



46,844.46



321,035.91



417,863.31



RSD(%)



2.85



3.47



3.03



3.35



2.63



4.71



1,535,769.45



502,308.49



1,610,556.36



158,533.07



941,545.90



97,772.60



3,353,995.62



4,433,523.16



441,170.35



2,435,333.30



132,690.11



96,738.13



CPS



2,661,505.63



3,359,167.35



781,239.94



3,550,422.13



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse9.396E-0444.0025.66ug/l



Units



0.7353Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



91.9



110.0



109.7



RSD(%)



1.72



4.46



2.31



CPS



2,738,124.11



3,424,687.34



799,625.79



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.443E-01



2.437E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.884E+00



1.036E+00



2.712E+00



4.000E-01



1.945E-01



1.320E-01



8.559E-01



5.927E-02



1.940E+00



2.466E+00



1.326E+00



2.054E+02



2.012E-01



9.308E-01



4.457E+01



2.146E+01



7.588E+00



1.408E+01



3.263E-01



1.923E-01



1.593E-01



6.499E-02



6.645E-01



2.328E-01



Ratio



1.681E-01



3.495E-01



1.596E+00



6.475E-01



1.284E-01



366,469.55



54,052.66



26,286.12



65,888.98



121,986.25



11,198.02



262,237.49



333,329.43



179,189.59



27,764,669.45



524,840.42



139,965.50



6,023,670.59



2,900,946.62



1,025,489.30



1,902,346.59



115,676.13



8,009.08



707,021.06



288,460.18



1,647,547.06



577,133.30



498,872.90



2,307,707.53



1.53



6.60



CPS



460,352.91



956,905.34



5,464,340.02



2,330,042.46



462,109.73



1,103,190.64



649,903.19



1.21



1.46



1.90



1.87



1.06



1.37



0.54



2.30



0.51



1.24



0.89



1.76



1.85



1.51



0.53



0.49



0.77



1.08



1.16



1.94



1.58



0.71



2.95



2.30



RSD(%)



0.51



2.01



0.72



1.77



1.46



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.539



195.891



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.373



49.980



49.884



48.703



49.865



51.977



5280.331



47.667



50.776



50.205



49.362



5096.928



50.947



51.283



4962.185



5072.168



4718.403



4977.827



49.515



50.943



51.220



51.505



51.226



50.969



Conc



53.589



107.617



4884.844



53.393



51.385



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 12:59



Sample Name CCVA



Sample Type CCV



File Name 033_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



105.2



103.3



96.2



97.8



Pulse



99.8



101.5



98.3



95.3



99.2



100.8



0.93



104.3



106.4



107.9



110.3



104.5



0.65



0.90



0.26



1.20



1.74



1.03



4.93



4.53



1.45



0.90



0.77



0.09



45,988.20



315,379.69



411,829.78



3.81



3.27



4.81



1,540,967.82



499,277.63



1,604,597.78



157,851.62



928,439.76



95,543.82



3,380,369.00



4,439,375.45



444,074.59



2,480,233.40



135,154.48



97,410.77



3,600,353.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.587E-04



2.015E-03



6.390E-03



1.034E-03



1.711E-05



3.067E-03



7.545E-03



1.161E-03



4.833E-02



1.129E-04



5.109E-04



9.833E-02



2.170E-03



1.254E-03



4.507E-02



6.512E-05



5.366E-04



8.299E-04



1.016E-05



1.980E-04



1.392E-04



Ratio



8.358E-06



8.190E-03



3.758E-03



2.135E-04



1.665E-04



824.48



395.57



973.38



150.00



6,240.38



33.31



260.01



12,690.27



280.01



162.22



5,815.73



133.34



2.22



3,527.29



46.67



466.70



333.35



270.01



1,223.40



CPS



21.33



21,632.51



12,215.86



766.72



610.04



216.68



1,783.53



90.93



43.92



84.09



70.37



86.62



-267.86



29.78



55.28



7.47



80.57



61.09



3.31



3.87



144.96



57.37



67.85



84.92



35.96



70.99



58.66



52.48



RSD(%)



83.08



25.40



-229.60



129.19



22.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.006



0.013



0.900



0.014



-0.003



0.049



0.005



0.562



0.008



0.009



4.358



0.281



0.102



0.799



0.008



0.052



0.255



0.006



0.013



0.012



Conc



0.002



2.232



-1.482



0.004



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 13:04



Sample Name CCB



Sample Type CCB



File Name 034_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Pulse



Pulse



Pulse



95.3



104.1



101.4



97.3



96.7



Det



Pulse



Mix



Pulse



Mix



95.3



98.6



97.2



93.9



95.6



95.4



1.32



ISTD Recovery%



91.6



111.7



105.9



110.8



111.9



112.1



106.1



103.8



0.68



0.62



0.58



1.07



0.22



1.66



25.56



21.56



1.50



0.94



1.50



1.25



45,147.68



319,171.95



407,467.13



RSD(%)



21.04



32.98



20.10



31.70



33.47



34.10



1,524,491.68



491,942.76



1,546,248.10



149,311.61



916,828.92



94,546.13



3,554,043.06



4,610,999.10



427,080.83



2,464,058.04



129,074.96



94,648.12



CPS



2,727,217.00



3,476,044.38



771,815.47



3,823,481.19



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



7.348E-04



6.794E-04



2.463E-03



1.135E-04



3.121E-05



Ratio



317.79



14.67



15.36



361.12



30.67



CPS



31.98



65.97



295.26



33.60



13.53



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.069



0.158



0.008



0.018



0.011



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.032E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.234E-01



8.257E-02



6.205E-02



5.327E-02



6.835E-04



2.664E-05



1.082E-01



1.757E-03



1.669E-02



1.803E+00



3.133E-01



8.637E+00



6.664E-04



3.150E-03



6.221E+00



1.046E+00



9.855E-02



7.287E-01



5.495E-05



8.161E-04



4.878E-04



5.713E-03



4.966E-04



8.301E-04



Ratio



2.683E-04



1.308E-02



2.047E-01



9.213E-02



4.062E-04



7,925.72



6,803.99



87.33



12.84



496.68



2,132.42



230,406.65



40,034.57



1,103,451.59



41,319.98



10,548.59



794,724.76



133,626.23



12,590.33



93,091.74



13,819.22



224.45



2,110.26



24,690.85



1,203.45



2,010.25



1,616.83



7,637.89



12.59



CPS



713.37



34,792.30



663,591.33



322,282.91



1,423.46



180.01



2,670.39



0.67



4.03



3.71



3.22



2.58



61.14



1.24



2.69



8.74



1.20



1.17



0.66



5.54



3.85



0.54



0.62



1.32



0.74



24.97



1.41



10.18



2.21



6.23



9.58



RSD(%)



11.88



2.36



0.38



1.17



9.30



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.320



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.929



39.001



10.388



62.311



1.646



0.089



6624.996



14.131



3.546



366.793



116.371



2136.713



1.483



1.545



6868.862



2469.303



606.121



2432.726



0.063



1.259



1.455



45.261



0.356



1.628



Conc



0.844



37.407



6151.307



75.855



1.560



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:09



Sample Name jc97373-1



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.7



106.0



102.1



97.3



96.9



Det



Pulse



Pulse



Pulse



Pulse



94.3



96.6



95.7



91.9



94.9



96.1



0.32



ISTD Recovery%



89.4



104.2



103.2



101.3



103.0



105.1



105.5



102.2



0.94



0.72



0.53



0.51



0.91



0.45



4.42



3.24



0.86



0.98



0.37



0.63



45,475.46



319,150.38



408,324.95



RSD(%)



2.50



2.17



4.34



3.40



4.15



6.47



1,501,219.87



481,372.35



1,534,024.77



150,457.23



910,907.50



96,192.78



3,272,038.91



4,323,822.12



424,630.59



2,426,110.07



127,757.79



92,688.02



CPS



2,661,659.85



3,242,227.97



752,607.38



3,497,798.18



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.745E-0430.67172.31ug/l



Units



1.5373Se
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Raw Data MA47766    page 70 of 125



Inst QC: MA47766
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.596E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.170E-01



7.828E-02



5.599E-02



5.591E-02



6.051E-04



1.947E-05



1.056E-01



1.691E-03



1.618E-02



1.767E+00



3.074E-01



8.586E+00



7.086E-04



3.501E-03



6.141E+00



1.024E+00



9.457E-02



7.216E-01



4.224E-05



7.858E-04



3.090E-04



5.713E-03



4.386E-04



9.172E-04



Ratio



2.928E-04



1.217E-02



2.006E-01



9.075E-02



4.620E-04



7,250.89



7,240.88



78.33



9.51



468.90



2,095.74



228,840.63



39,807.29



1,111,840.72



41,044.73



10,137.17



795,227.34



132,594.61



12,246.62



93,447.56



13,675.76



218.90



1,330.14



24,660.78



1,083.42



2,263.64



1,750.20



8,644.88



13.07



CPS



789.37



32,787.37



662,398.17



320,967.08



1,633.50



140.01



2,593.69



0.37



0.96



2.74



2.85



18.90



44.99



1.52



14.48



3.40



0.97



1.93



1.63



3.65



2.58



0.69



0.50



1.74



1.22



33.37



2.12



11.68



1.15



5.28



2.07



RSD(%)



3.69



3.20



0.71



2.77



6.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.168



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.089



36.927



9.272



65.552



1.445



0.061



6466.754



13.600



3.412



359.396



114.151



2124.001



1.590



1.739



6779.804



2417.330



581.408



2407.694



0.044



1.178



0.880



45.258



0.311



1.819



Conc



0.923



34.620



6027.478



74.722



1.783



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:14



Sample Name mp18043-sd1



Sample Type Sample



File Name 036SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.1



104.9



103.0



96.8



97.7



Det



Pulse



Pulse



Pulse



Pulse



95.6



97.4



96.6



93.3



94.9



96.4



0.84



ISTD Recovery%



90.5



106.1



105.1



102.4



103.9



104.9



106.0



104.0



0.47



0.56



0.88



0.42



0.26



0.87



4.85



3.03



0.42



1.24



0.44



0.12



45,868.87



317,635.37



411,409.47



RSD(%)



2.29



3.00



4.33



2.03



3.82



4.35



1,515,223.03



488,604.75



1,534,885.46



150,937.01



914,411.28



95,196.26



3,300,188.39



4,316,923.79



426,719.13



2,468,802.57



129,496.57



93,500.44



CPS



2,694,558.86



3,301,891.51



765,900.92



3,535,421.82



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.832E-0431.3333.78ug/l



Units



1.6073Se
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Inst QC: MA47766
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.379E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.106E-02



2.502E-02



2.180E-02



1.375E-02



1.571E-04



1.115E-05



2.184E-02



3.084E-04



6.939E-03



3.372E-01



5.968E-02



1.645E+00



2.074E-04



9.868E-04



1.235E+00



1.936E-01



2.079E-02



1.707E-01



3.217E-05



4.113E-04



1.878E-04



1.016E-03



1.294E-04



2.589E-04



Ratio



5.360E-05



6.301E-03



4.209E-02



1.713E-02



1.378E-04



2,823.66



1,781.25



20.33



5.46



214.45



898.93



43,683.20



7,728.93



213,068.61



7,909.56



3,241.53



160,042.04



25,083.53



2,692.52



22,118.75



2,829.22



40.00



816.73



4,414.25



320.02



640.04



513.36



2,440.19



233.55



CPS



145.33



17,115.16



140,195.40



61,812.67



496.70



106.67



1,373.47



2.16



2.33



5.89



5.65



37.49



54.30



4.71



21.35



0.86



2.85



5.46



2.36



13.83



5.34



2.00



1.97



9.73



1.09



47.08



18.25



9.98



4.75



4.41



17.19



RSD(%)



19.97



1.13



1.54



2.51



10.66



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.327



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



39.482



55.903



14.841



69.551



1.481



0.140



6470.009



12.402



4.944



338.690



109.273



2008.825



1.603



1.766



6555.788



2276.208



612.707



2268.435



0.142



0.921



2.451



40.160



0.365



1.886



Conc



0.800



82.436



5808.322



69.986



2.429



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 50.000



Auto Dilution N/A



Total Dilution 50.000



Acq Time 11/6/2019 13:19



Sample Name mp18043-sd1



Sample Type Sample



File Name 037SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.7



104.2



101.7



97.7



96.3



Det



Pulse



Pulse



Pulse



Pulse



95.6



98.8



97.4



93.5



95.6



97.0



0.57



ISTD Recovery%



91.2



107.0



106.2



104.5



105.2



105.5



105.6



104.2



1.98



0.93



1.65



0.41



1.37



0.14



4.95



3.08



0.92



1.69



0.22



0.95



45,280.35



320,392.20



405,471.42



RSD(%)



1.99



2.50



3.63



4.88



4.09



3.15



1,526,920.11



489,546.94



1,546,476.47



151,815.04



910,552.81



94,588.39



3,340,528.13



4,341,689.94



425,093.03



2,471,920.69



129,557.74



94,795.97



CPS



2,716,212.94



3,330,703.28



774,054.86



3,606,202.65



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.757E-0426.00363.80ug/l



Units



3.7043Se



Page 2 of 2 Printed at: 8:19 AM on:11/7/2019
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Inst QC: MA47766
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JC97469



7
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



78.4



RSD(%)



15.98



CPS



2,336,322.89



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.948E-01



2.138E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.454E+00



1.141E+00



2.079E+00



4.055E-01



1.382E-01



9.441E-02



8.696E-01



4.615E-02



1.512E+00



1.137E+01



2.415E+00



1.075E+02



1.906E-01



8.750E-01



4.864E+01



1.371E+01



2.996E+00



8.676E+00



2.899E-01



1.775E-01



1.424E-01



8.646E-02



6.154E-01



2.201E-01



Ratio



1.510E-01



2.056E-01



1.823E+00



1.091E+00



1.192E-01



267,702.00



52,203.25



17,793.55



45,359.59



93,600.42



9,822.93



194,691.97



1,463,768.94



310,935.42



13,842,793.89



573,525.09



146,883.55



6,262,333.09



1,765,052.85



385,711.84



1,116,933.88



111,952.57



5,943.57



544,741.54



330,965.82



1,264,487.61



452,223.67



392,110.96



1,798,794.98



0.73



5.16



CPS



344,941.26



469,995.17



5,224,479.51



3,288,074.01



358,897.18



822,480.80



501,444.43



1.09



0.95



0.98



1.46



1.43



1.40



0.84



3.91



0.83



0.42



0.40



2.84



20.96



21.64



0.77



0.28



0.73



1.13



22.52



25.88



23.69



23.32



21.93



22.12



RSD(%)



20.74



20.13



24.99



22.94



23.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.150



343.697



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



115.553



110.119



76.445



98.743



70.850



74.368



10729.157



74.241



79.110



463.590



179.898



5333.773



96.518



96.415



10832.005



6478.903



3725.021



6124.288



87.992



94.048



91.533



137.032



94.876



96.355



Conc



96.240



126.349



11163.748



180.005



95.400



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 13:24



Sample Name mp18043-s3



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.4



105.4



103.2



94.1



98.5



Pulse



Pulse



Pulse



95.0



98.1



94.6



91.7



97.6



97.6



0.33



95.0



94.3



89.7



91.8



95.6



97.4



88.7



0.42



0.58



0.34



0.44



1.48



0.63



18.33



16.30



0.82



1.02



0.85



0.63



45,962.59



308,683.06



414,817.82



18.99



14.65



17.58



17.92



17.96



1,483,247.23



480,477.03



1,578,954.03



152,804.84



898,404.20



95,709.49



2,914,528.59



3,935,832.44



392,084.22



2,104,451.84



128,747.09



94,178.41



2,958,006.83



687,699.01



3,095,532.61



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47766



531 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



105.7



105.2



RSD(%)



1.73



2.56



2.39



CPS



2,660,330.18



3,289,095.37



766,901.68



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.281E-02



5.296E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.003E+00



2.528E-01



4.721E-01



1.040E-01



3.248E-02



2.132E-02



1.921E-01



1.000E-02



3.365E-01



2.513E+00



5.309E-01



2.273E+01



3.506E-02



1.615E-01



1.083E+01



3.025E+00



6.718E-01



1.942E+00



5.325E-02



3.297E-02



2.833E-02



1.647E-02



1.125E-01



4.003E-02



Ratio



2.843E-02



4.228E-02



3.552E-01



2.026E-01



2.233E-02



60,838.20



13,402.20



4,186.32



10,452.35



20,991.14



2,428.24



43,370.05



323,811.30



68,420.58



2,929,083.49



129,205.43



32,584.13



1,395,293.03



389,922.21



86,575.10



250,310.37



24,758.84



1,288.96



122,073.49



70,919.45



274,336.70



97,619.42



85,537.80



393,995.03



2.59



8.93



CPS



75,623.60



112,457.17



1,168,373.50



718,972.20



79,233.77



179,112.52



110,825.73



1.17



1.02



1.67



0.23



0.42



2.37



1.21



4.07



1.66



0.86



0.55



1.18



2.00



1.10



0.48



0.82



0.97



0.73



3.33



0.99



1.17



1.40



0.94



1.91



RSD(%)



1.69



3.45



0.45



1.96



2.38



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



89.598



422.749



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



130.016



121.313



85.972



124.448



83.187



83.948



11809.042



80.429



87.378



511.443



197.435



5633.343



88.596



88.828



12003.552



7147.296



4171.135



6737.252



80.790



86.601



90.981



130.489



86.669



87.459



Conc



90.608



127.592



10770.969



167.008



89.325



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:29



Sample Name mp18043-s3



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:20 AM on:11/7/2019



Raw Data MA47766    page 77 of 125



Inst QC: MA47766



532 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.2



105.3



103.1



96.9



97.0



Pulse



95.1



98.1



97.0



93.6



96.0



97.0



0.18



102.8



105.8



104.7



107.0



102.8



0.65



0.91



1.17



0.50



1.99



0.49



3.03



4.92



0.54



0.82



0.35



0.14



45,900.21



317,863.31



408,427.34



4.45



2.72



3.73



1,520,798.73



490,312.61



1,552,753.65



151,862.08



915,854.31



95,623.57



3,361,468.75



4,307,723.27



430,462.65



2,439,980.22



128,875.80



94,131.44



3,549,975.78



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47766
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7
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



86.8



RSD(%)



1.81



CPS



2,584,491.43



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.871E-01



2.138E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.336E+00



1.100E+00



2.023E+00



3.955E-01



1.325E-01



9.273E-02



8.334E-01



4.425E-02



1.455E+00



1.090E+01



2.312E+00



1.055E+02



1.627E-01



7.489E-01



4.696E+01



1.329E+01



2.939E+00



8.409E+00



2.482E-01



1.519E-01



1.223E-01



7.424E-02



5.222E-01



1.886E-01



Ratio



1.309E-01



1.824E-01



1.562E+00



9.379E-01



1.036E-01



264,730.46



51,739.40



17,321.61



45,665.94



92,153.17



9,761.55



190,478.50



1,425,550.95



302,502.19



13,797,826.95



567,288.99



143,924.23



6,145,139.89



1,739,458.72



384,599.58



1,100,348.43



109,059.47



5,787.96



536,333.48



325,645.46



1,252,597.95



452,582.56



390,464.33



1,797,048.93



5.23



6.56



CPS



338,441.93



471,517.79



5,139,700.34



3,250,472.76



359,188.05



812,844.99



497,404.80



6.95



6.76



6.49



7.26



8.69



5.37



6.69



8.06



6.38



7.40



7.30



7.24



0.83



0.80



6.43



6.84



6.60



6.85



1.05



1.64



1.40



0.39



2.25



1.76



RSD(%)



0.84



1.30



1.30



1.19



1.06



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.911



343.606



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



112.472



106.164



74.370



96.300



67.918



73.046



10282.784



71.177



76.134



444.334



172.233



5232.558



82.391



82.515



10456.285



6282.556



3654.422



5935.249



75.322



80.444



78.615



117.666



80.507



82.580



Conc



83.468



112.057



9559.375



154.705



82.930



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 13:34



Sample Name mp18043-s4



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.5



102.8



102.6



92.9



96.7



Pulse



Pulse



Pulse



96.8



98.3



97.1



94.2



99.7



101.5



0.66



105.7



105.1



100.4



103.1



106.6



108.6



101.1



5.22



4.90



4.33



1.32



1.56



1.08



3.50



4.57



5.95



4.14



4.81



4.56



45,696.15



304,594.08



407,304.46



1.62



3.36



4.65



3.58



3.75



1,522,857.37



493,217.06



1,611,974.80



158,829.71



918,032.91



93,369.68



3,274,169.56



4,386,240.87



437,040.20



2,399,425.17



131,202.57



94,339.11



3,290,785.89



766,493.38



3,466,628.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47766



535 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



104.4



104.0



RSD(%)



3.61



3.08



3.11



CPS



2,658,725.96



3,251,112.35



757,853.24



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.010E-02



5.012E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.222E-01



2.361E-01



4.435E-01



1.016E-01



3.017E-02



1.984E-02



1.789E-01



9.345E-03



3.130E-01



2.327E+00



4.916E-01



2.097E+01



3.237E-02



1.498E-01



1.015E+01



2.826E+00



6.293E-01



1.829E+00



5.142E-02



3.192E-02



2.641E-02



1.524E-02



1.057E-01



3.746E-02



Ratio



2.635E-02



3.971E-02



3.356E-01



1.894E-01



2.062E-02



57,157.21



13,093.02



3,888.90



9,652.13



19,513.33



2,281.54



40,339.84



299,862.53



63,358.88



2,703,176.35



118,860.59



30,429.25



1,307,886.23



364,267.86



81,105.55



235,753.28



23,061.49



1,204.52



114,892.94



66,265.09



256,152.15



90,700.36



78,449.07



362,827.22



1.36



6.56



CPS



70,028.71



105,515.85



1,091,220.27



663,431.00



72,255.01



168,975.62



104,904.13



1.65



2.49



1.11



0.20



2.82



4.08



1.76



4.93



3.72



1.81



2.42



1.36



1.03



1.61



0.48



1.11



1.75



1.44



0.42



0.51



1.32



2.25



1.98



3.66



RSD(%)



1.29



2.31



0.70



2.24



0.90



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



83.879



399.833



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



119.596



113.222



80.696



121.493



77.265



78.109



10994.619



75.157



81.218



473.509



182.791



5197.770



81.790



82.346



11245.991



6676.332



3906.922



6335.973



78.004



83.813



84.800



120.721



81.490



81.849



Conc



83.968



119.638



10170.282



156.093



82.466



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:39



Sample Name mp18043-s4



Sample Type Sample



File Name 041SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.7



103.9



102.3



96.5



96.8



Pulse



95.1



96.9



96.0



92.9



95.3



96.0



0.63



101.5



103.5



105.7



107.3



102.1



0.80



0.44



0.79



0.62



0.97



0.58



3.95



5.44



0.57



0.68



0.72



0.82



45,538.92



316,454.50



407,857.87



4.08



3.92



4.73



1,505,384.98



486,588.75



1,541,914.66



150,208.53



910,316.94



94,301.17



3,286,266.98



4,349,721.71



431,882.45



2,424,164.55



128,894.44



93,021.66



3,504,165.15



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:21 AM on:11/7/2019



Raw Data MA47766    page 82 of 125



Inst QC: MA47766



537 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.808E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.483E+00



3.486E-01



1.381E-02



1.386E-01



1.664E-03



6.336E-05



5.146E-01



1.456E-04



1.989E-02



9.400E+00



1.393E+00



2.301E+01



4.685E-04



2.358E-03



3.131E+01



5.096E+00



2.914E-02



3.147E+00



7.137E-05



1.350E-03



3.074E-04



2.650E-02



6.918E-04



6.082E-04



Ratio



1.136E-03



4.280E-02



9.529E-01



4.481E-01



1.531E-03



1,790.14



17,957.42



215.67



30.63



873.37



2,576.95



1,218,362.11



180,535.30



2,982,894.19



192,271.38



45,180.51



4,057,923.17



660,463.17



3,776.11



407,813.81



66,696.72



18.89



1,346.79



116,199.71



1,660.18



1,463.48



1,120.10



5,664.09



0.88



CPS



3,024.37



113,936.33



3,161,040.89



1,550,154.20



5,301.27



233.34



4,400.92



1.17



0.49



7.76



2.20



7.80



12.62



1.02



40.47



9.83



1.47



1.58



1.46



20.91



5.60



0.32



0.45



4.25



0.44



6.24



7.71



6.74



1.62



6.87



1.43



RSD(%)



10.61



1.72



0.52



3.11



3.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.592



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.480



33.522



0.299



33.357



0.832



0.047



6345.245



0.234



0.877



383.275



103.725



1140.865



0.196



0.222



6967.729



2407.993



34.885



2201.807



0.018



0.535



0.175



41.996



0.101



0.228



Conc



0.722



25.841



5823.100



73.900



1.212



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 13:44



Sample Name jc97373-1f



Sample Type Sample



File Name 042SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.8



105.5



103.6



96.4



97.1



Det



Pulse



Pulse



Pulse



Pulse



95.7



98.3



95.9



92.2



96.8



97.4



0.58



ISTD Recovery%



89.3



106.6



104.6



100.3



102.8



106.6



107.1



101.4



0.66



1.38



0.15



1.37



1.18



0.64



4.49



5.46



0.45



1.51



0.67



0.81



46,116.61



316,119.38



408,932.87



RSD(%)



0.99



3.82



3.71



5.06



3.98



4.02



1,504,007.20



483,166.66



1,564,703.20



152,447.66



902,397.26



95,768.68



3,265,196.25



4,387,021.71



430,999.54



2,405,401.84



129,604.91



94,354.14



CPS



2,661,456.78



3,317,562.87



762,572.28



3,462,012.34



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse9.581E-0444.00108.32ug/l



Units



0.7643Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



92.8



110.3



109.2



RSD(%)



2.71



2.47



3.92



CPS



2,765,037.92



3,433,848.39



796,386.11



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.432E-01



2.463E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.880E+00



1.026E+00



2.680E+00



3.985E-01



1.911E-01



1.307E-01



8.509E-01



5.973E-02



1.942E+00



2.469E+00



1.319E+00



2.097E+02



2.015E-01



9.230E-01



4.455E+01



2.149E+01



7.516E+00



1.393E+01



3.256E-01



1.902E-01



1.572E-01



6.472E-02



6.665E-01



2.293E-01



Ratio



1.686E-01



3.505E-01



1.583E+00



6.477E-01



1.282E-01



358,379.52



53,285.14



25,547.39



64,487.47



120,030.96



11,041.87



259,733.87



330,070.45



176,410.32



28,033,063.89



518,757.12



137,152.24



5,957,474.76



2,873,532.38



1,005,012.15



1,862,773.47



113,771.62



7,985.72



697,476.50



287,065.87



1,635,559.09



562,634.04



494,436.07



2,264,877.70



0.61



5.38



CPS



466,192.59



968,923.54



5,436,777.63



2,311,198.87



457,396.37



1,091,101.99



637,601.46



0.63



0.87



1.49



1.44



0.43



1.20



0.93



1.97



0.80



1.39



0.77



1.43



1.83



1.14



0.58



1.06



1.43



0.85



2.38



1.17



1.54



1.28



2.18



1.15



RSD(%)



1.63



1.95



0.80



1.41



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.305



198.029



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.319



49.496



49.304



48.523



48.978



51.467



5249.393



48.039



50.834



50.247



49.121



5201.831



51.013



50.853



4960.302



5078.105



4673.807



4926.326



49.403



50.404



50.547



51.289



51.376



50.191



Conc



53.751



107.929



4845.909



53.411



51.310



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 13:49



Sample Name CCVA



Sample Type CCV



File Name 043_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



102.8



100.7



94.2



96.5



Pulse



98.7



101.1



96.6



94.2



97.3



98.5



0.92



103.4



105.6



107.8



109.7



103.4



0.63



0.59



0.33



1.58



1.43



0.39



3.71



2.51



1.14



0.34



0.13



0.92



44,834.32



309,103.39



406,352.01



3.05



3.79



3.28



1,514,456.05



493,504.28



1,573,123.55



154,155.18



910,190.24



93,355.07



3,352,425.63



4,436,732.12



441,302.25



2,453,372.41



133,715.07



97,082.59



3,567,403.28



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.199E-04



1.819E-03



6.045E-03



1.499E-03



8.778E-06



3.498E-03



7.159E-03



9.823E-04



4.535E-02



1.251E-04



5.610E-04



9.295E-02



1.908E-03



1.431E-03



4.656E-02



5.088E-05



5.029E-04



8.138E-04



1.593E-05



2.078E-04



1.615E-04



Ratio



1.437E-05



8.481E-03



4.700E-03



2.325E-04



1.578E-04



757.81



437.79



896.71



123.33



5,680.13



77.76



227.78



11,640.46



238.90



178.89



5,831.29



187.78



1.11



3,417.25



66.67



496.71



386.69



300.01



1,343.41



CPS



38.67



22,899.03



15,405.86



823.39



560.04



166.68



1,650.17



34.03



-95.16



252.66



21.01



173.21



121.97



4.35



-891.24



4.84



30.43



3.38



5.14



31.79



109.47



33.93



19.93



10.27



9.19



13.03



9.38



8.89



RSD(%)



56.33



2.92



31.90



44.72



11.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.006



-0.004



0.006



3.774



0.007



0.009



0.042



-0.001



0.488



0.011



0.012



3.758



0.220



0.212



1.330



0.006



0.043



0.250



0.011



0.013



0.016



Conc



0.003



2.322



1.409



0.006



0.057



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 13:54



Sample Name CCB



Sample Type CCB



File Name 044_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.2



102.6



99.7



95.2



93.6



Det



Pulse



Pulse



Pulse



Pulse



92.5



96.2



94.3



90.9



92.0



93.8



0.19



ISTD Recovery%



90.6



105.3



104.1



102.6



103.2



101.9



103.4



100.9



1.11



1.63



1.11



0.20



1.83



1.11



4.40



4.58



1.05



1.15



1.30



1.46



44,382.96



312,175.27



394,119.56



RSD(%)



1.19



2.95



3.43



4.80



4.98



3.21



1,479,096.99



476,118.01



1,488,402.92



146,877.61



896,283.23



93,132.18



3,278,096.20



4,191,939.83



416,015.02



2,394,607.05



125,252.19



92,332.34



CPS



2,699,470.31



3,279,268.81



759,207.07



3,539,916.51



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



6.790E-04



7.371E-04



2.449E-03



1.145E-04



1.358E-05



Ratio



306.67



14.33



6.50



323.34



32.67



CPS



13.80



57.59



56.14



17.05



126.77



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.057



0.204



0.006



0.019



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.091E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.942E-01



7.139E-02



1.110E-02



3.741E-02



3.590E-04



1.825E-05



1.031E-01



8.034E-05



7.413E-03



1.908E+00



2.794E-01



4.734E+00



1.986E-04



8.928E-04



6.346E+00



1.005E+00



1.684E-02



6.636E-01



6.898E-05



6.236E-04



4.102E-04



5.392E-03



2.907E-04



2.228E-04



Ratio



2.222E-04



1.267E-02



1.963E-01



8.682E-02



3.626E-04



1,380.09



4,651.96



44.67



8.51



376.68



921.15



237,187.45



34,736.99



588,557.35



36,576.90



8,878.51



788,964.12



125,001.00



2,093.52



82,514.02



12,814.92



10.00



1,720.19



22,583.66



696.72



533.37



476.70



2,140.16



21.23



CPS



601.36



34,266.46



636,215.97



302,175.99



1,260.11



220.01



2,003.56



2.92



3.17



17.78



3.91



7.38



116.92



2.17



67.10



11.54



1.74



1.35



1.85



9.80



8.59



1.53



1.71



6.65



0.94



30.73



15.35



3.09



2.84



8.85



18.55



RSD(%)



15.00



2.26



1.22



1.43



9.65



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.850



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.139



33.598



0.996



42.894



0.814



0.056



6310.823



0.646



1.113



388.065



103.718



1168.323



0.298



0.301



7008.564



2373.481



97.949



2201.960



0.084



0.748



1.205



42.715



0.197



0.298



Conc



0.697



36.143



5895.331



71.478



1.386



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 13:59



Sample Name jc97373-1f



Sample Type Sample



File Name 045SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



101.4



98.4



93.1



93.0



Det



Pulse



Pulse



Pulse



Pulse



91.8



94.5



93.7



88.9



92.0



93.9



0.86



ISTD Recovery%



90.8



104.1



102.6



100.8



101.2



101.8



103.2



101.1



0.91



1.33



0.86



1.03



0.86



0.83



4.65



3.34



1.52



1.21



1.02



1.27



43,791.09



305,444.91



391,920.71



RSD(%)



2.39



3.16



4.15



3.05



4.61



4.57



1,468,678.00



465,788.99



1,487,846.88



147,058.69



888,187.61



92,026.01



3,213,475.20



4,190,999.21



415,161.66



2,398,596.63



124,342.07



90,704.22



CPS



2,704,731.93



3,241,161.62



748,014.78



3,479,527.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.304E-0432.0054.19ug/l



Units



1.9873Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.666E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.073E-01



7.416E-02



3.683E-02



3.809E-02



3.535E-04



2.265E-05



1.080E-01



3.504E-05



7.119E-03



1.976E+00



2.901E-01



4.942E+00



1.834E-04



8.539E-04



6.648E+00



1.059E+00



9.450E-03



6.893E-01



3.585E-05



6.396E-04



3.104E-04



5.431E-03



2.136E-04



2.303E-04



Ratio



2.178E-04



1.281E-02



2.062E-01



9.331E-02



3.454E-04



4,650.85



4,810.91



44.67



10.74



362.23



898.93



249,679.03



36,650.80



624,289.38



38,821.81



9,367.72



839,790.45



133,829.14



1,193.40



87,079.88



13,646.84



4.44



1,320.12



23,094.61



510.03



550.04



440.03



2,040.15



21.06



CPS



590.69



34,763.35



671,000.50



323,262.65



1,196.77



116.67



2,080.25



1.28



2.02



5.08



2.69



13.66



79.15



3.17



41.91



15.98



0.81



0.59



1.73



50.69



8.37



0.93



1.42



4.74



0.77



14.58



6.73



1.89



4.50



20.02



8.53



RSD(%)



4.70



2.62



0.95



0.77



10.77



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.760



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



39.841



34.935



5.739



43.718



0.800



0.073



6614.714



0.282



1.036



402.066



107.715



1219.970



0.260



0.280



7345.239



2501.099



51.994



2293.249



0.034



0.790



0.884



43.021



0.138



0.315



Conc



0.683



36.601



6197.802



76.834



1.317



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/6/2019 14:04



Sample Name mp18043-sd2



Sample Type Sample



File Name 046SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



102.4



98.7



93.6



93.1



Det



Pulse



Pulse



Pulse



Pulse



93.3



95.2



93.6



90.2



93.1



93.5



0.64



ISTD Recovery%



91.1



104.6



104.0



100.4



102.5



103.4



105.5



100.8



1.13



0.29



0.61



0.68



2.27



0.40



4.37



5.22



1.38



1.03



0.53



0.62



43,950.49



306,857.76



392,181.81



RSD(%)



1.58



3.53



4.09



4.23



2.71



4.04



1,468,336.96



472,678.58



1,505,622.27



146,358.40



888,339.55



93,010.58



3,253,659.37



4,253,262.54



424,471.75



2,392,541.84



126,331.60



91,405.30



CPS



2,712,139.75



3,254,791.30



758,130.77



3,465,027.97



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.273E-0423.33549.25ug/l



Units



0.3513Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.440E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.009E-02



1.700E-02



9.493E-03



1.309E-02



1.604E-04



-1.903E-07



2.303E-02



5.275E-05



4.300E-03



3.936E-01



5.828E-02



9.992E-01



1.343E-04



5.865E-04



1.358E+00



2.086E-01



8.957E-03



1.738E-01



2.258E-05



3.224E-04



1.576E-04



1.072E-03



1.230E-04



1.597E-04



Ratio



5.403E-05



5.467E-03



4.588E-02



1.808E-02



1.006E-04



1,206.73



1,664.57



20.33



-0.09



210.00



546.69



50,033.38



7,407.62



126,998.55



7,634.11



2,160.19



172,549.53



26,518.35



1,137.84



22,085.35



2,928.13



6.67



650.05



4,424.24



293.35



380.02



320.02



1,396.76



165.32



CPS



145.33



14,694.69



148,136.65



63,393.23



353.35



73.33



1,053.42



7.37



1.83



7.36



3.58



27.56



-0.60



2.35



51.07



23.76



1.55



2.01



1.58



23.03



4.08



2.34



0.74



6.80



2.26



116.69



-232.73



13.54



6.13



13.02



5.30



RSD(%)



10.77



3.97



1.70



1.57



12.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.392



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



38.852



36.502



3.500



65.502



1.523



-0.083



6838.174



2.121



1.486



396.212



106.676



1207.772



0.677



0.663



7238.083



2453.551



244.630



2322.520



0.069



-0.260



1.965



42.366



0.341



0.799



Conc



0.807



69.558



6389.089



73.887



1.684



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 50.000



Auto Dilution N/A



Total Dilution 50.000



Acq Time 11/6/2019 14:09



Sample Name mp18043-sd2



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.8



102.5



99.9



94.8



93.7



Det



Pulse



Pulse



Pulse



Pulse



93.8



95.2



93.4



90.5



92.5



92.7



0.75



ISTD Recovery%



90.2



103.8



103.4



101.6



102.5



100.4



102.2



100.3



0.49



2.00



1.55



0.88



1.46



0.45



5.21



3.98



2.08



0.46



1.88



2.34



44,488.89



311,050.61



394,683.55



RSD(%)



1.24



2.77



2.84



3.03



4.17



3.63



1,463,978.38



473,934.01



1,495,193.20



145,064.18



882,522.20



93,098.84



3,254,947.28



4,131,752.02



411,377.13



2,381,328.72



127,118.72



91,424.34



CPS



2,687,957.37



3,229,856.93



753,451.94



3,505,700.57



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.557E-0424.67258.00ug/l



Units



2.9003Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.506E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.085E-01



3.456E-01



2.933E+00



3.482E-01



1.222E-03



8.160E-04



6.441E-01



1.340E-03



7.749E-02



1.677E-01



2.717E+00



3.499E+01



4.242E-03



2.012E-02



4.269E+01



1.076E+01



1.061E-01



3.782E+00



9.418E-05



1.155E-03



4.065E-04



5.158E-02



3.379E-03



5.295E-03



Ratio



1.659E-03



5.025E-02



1.128E+00



1.025E+00



1.166E-03



376,442.17



44,684.68



156.67



387.83



715.59



9,944.81



21,523.58



348,628.99



4,490,561.07



116,583.42



44,341.27



5,478,882.56



1,381,358.49



13,612.28



485,389.93



82,655.95



172.23



1,763.54



223,495.57



7,912.78



12,409.92



9,931.07



47,139.59



10.25



CPS



4,484.78



135,908.05



3,700,621.82



3,511,380.26



3,987.42



303.35



3,740.70



2.23



3.45



1.91



3.38



12.95



3.16



2.19



20.57



0.85



3.91



2.30



2.83



4.53



2.31



1.74



1.86



4.09



2.05



27.81



4.73



4.73



0.18



5.14



3.01



RSD(%)



5.36



1.04



0.52



0.80



7.17



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.464



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



23.564



33.230



107.937



84.722



0.605



0.640



7944.546



2.156



3.896



6.634



202.371



1735.377



2.108



2.179



9505.799



5086.851



130.609



2652.839



0.025



0.432



0.239



81.746



0.516



2.281



Conc



1.056



30.442



6896.240



169.057



0.920



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:14



Sample Name jc97373-2



Sample Type Sample



File Name 048SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



104.0



101.6



93.5



96.1



Det



Pulse



Pulse



Pulse



Pulse



94.7



95.9



93.9



90.7



96.6



97.7



1.20



ISTD Recovery%



90.8



105.4



104.2



99.2



101.9



105.3



107.6



98.8



1.93



1.64



0.75



1.04



0.37



0.30



3.53



4.84



1.30



1.16



1.46



0.36



45,216.84



306,706.01



404,666.81



RSD(%)



1.94



2.49



3.86



3.35



3.16



3.74



1,471,906.29



475,270.55



1,561,776.26



152,927.74



889,077.08



94,424.29



3,236,729.53



4,333,498.37



433,096.75



2,344,422.36



128,349.37



92,089.99



CPS



2,704,412.03



3,281,102.35



759,340.43



3,425,564.11



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse8.256E-0437.3319.66ug/l



Units



0.5513Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.027E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-01



1.429E-01



1.218E+00



1.545E-01



5.343E-04



3.555E-04



2.673E-01



7.114E-04



3.634E-02



7.520E-02



1.111E+00



1.464E+01



1.794E-03



8.465E-03



1.770E+01



4.459E+00



4.678E-02



1.591E+00



3.772E-05



7.162E-04



2.440E-04



2.156E-02



1.399E-03



2.253E-03



Ratio



6.620E-04



2.305E-02



4.749E-01



4.149E-01



5.217E-04



155,954.33



19,767.72



68.33



169.47



430.01



4,653.07



9,623.43



142,203.99



1,873,981.66



48,875.70



18,294.51



2,265,654.15



570,716.66



5,988.07



203,678.54



34,215.50



91.11



1,043.41



92,146.88



3,357.26



5,404.74



4,304.26



20,293.90



9.69



CPS



1,798.81



62,658.66



1,567,918.26



1,446,719.20



1,820.20



123.34



2,336.96



1.47



1.18



0.74



2.05



11.41



21.05



1.59



20.56



2.63



2.35



1.63



1.08



2.76



0.45



1.16



0.43



2.82



0.64



8.35



7.15



6.42



0.88



3.57



1.57



RSD(%)



10.07



3.09



0.08



0.76



1.74



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.524



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



24.755



34.090



111.776



93.129



0.632



0.692



8225.656



2.861



4.348



7.146



206.797



1813.065



2.170



2.237



9834.065



5267.143



142.077



2746.236



0.018



0.497



0.335



85.412



0.526



2.372



Conc



1.050



34.096



7222.873



171.050



1.011



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/6/2019 14:19



Sample Name jc97373-2



Sample Type Sample



File Name 049SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:23 AM on:11/7/2019



Raw Data MA47766    page 97 of 125



Inst QC: MA47766



552 of 599



JC97469



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.1



104.4



101.6



94.3



95.6



Det



Pulse



Pulse



Pulse



Pulse



94.5



96.2



93.7



91.0



94.1



95.6



0.48



ISTD Recovery%



91.3



106.1



104.4



101.0



102.8



103.9



105.5



101.0



0.07



1.21



1.10



0.67



0.84



2.05



3.31



4.93



1.48



0.87



0.20



0.56



45,252.66



309,278.03



402,717.64



RSD(%)



2.15



3.38



3.42



3.92



4.26



2.65



1,468,737.68



476,379.75



1,522,003.79



149,585.67



885,552.36



94,823.66



3,265,561.90



4,274,060.35



424,389.58



2,397,776.74



128,003.54



92,315.67



CPS



2,718,700.74



3,301,338.81



761,023.77



3,487,561.30



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.641E-0430.00151.92ug/l



Units



0.7263Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.809E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.968E-01



2.920E-01



1.023E+00



2.776E-01



1.132E-03



7.972E-04



5.972E-01



1.589E-04



2.848E-02



3.098E-02



2.727E+00



1.556E+01



1.131E-03



5.148E-03



4.168E+01



1.062E+01



1.360E-02



3.565E+00



7.472E-05



1.435E-03



3.765E-04



5.048E-02



2.662E-03



1.353E-03



Ratio



1.202E-03



4.952E-02



1.089E+00



7.058E-01



5.893E-04



129,027.40



35,019.14



142.67



372.76



845.60



3,592.74



3,908.39



344,019.03



1,962,231.38



113,112.97



36,828.08



5,258,557.99



1,339,778.35



1,715.69



449,731.70



75,334.90



20.00



1,603.50



214,562.93



6,291.83



3,200.54



2,670.41



12,169.48



6.25



CPS



3,172.41



130,583.44



3,579,446.61



2,413,645.38



2,016.91



240.01



4,607.63



1.94



2.34



0.85



3.11



14.50



8.47



1.17



29.75



1.90



1.55



1.78



1.74



2.65



2.47



0.59



1.97



3.01



0.80



25.33



3.27



11.49



0.37



1.50



4.92



RSD(%)



6.30



1.37



0.65



1.12



2.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.592



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



23.260



28.047



37.496



67.432



0.559



0.625



7365.523



0.256



1.327



1.055



203.156



770.746



0.532



0.529



9280.847



5018.492



15.565



2498.671



0.019



0.580



0.219



80.016



0.405



0.555



Conc



0.764



29.988



6661.297



116.410



0.459



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:24



Sample Name jc97373-2f



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.4



105.0



102.3



91.9



96.6



Det



Pulse



Pulse



Pulse



Pulse



93.1



94.4



91.9



89.3



93.7



94.7



0.67



ISTD Recovery%



88.5



105.5



102.3



99.1



101.0



103.3



104.5



99.5



1.00



0.19



0.45



1.06



1.54



0.55



3.92



4.62



1.21



0.90



0.19



0.67



45,537.81



301,486.87



406,812.42



RSD(%)



2.34



3.05



3.30



4.26



3.16



3.06



1,441,274.11



467,617.24



1,515,280.22



148,208.68



869,240.33



95,329.41



3,208,963.49



4,250,165.67



420,460.28



2,362,341.21



126,151.44



90,597.60



CPS



2,637,098.93



3,285,059.01



746,038.71



3,420,260.78



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse6.448E-0429.3372.04ug/l
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3
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Pulse
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8.690E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



3.581E-01



1.229E-01



4.213E-01



1.273E-01



3.953E-04



3.263E-04



2.450E-01



1.558E-04



1.467E-02



1.980E-02



1.100E+00



6.338E+00



4.841E-04



2.206E-03



1.703E+01



4.293E+00



7.686E-03
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3.130E-05



6.837E-04
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2.056E-02



1.097E-03



5.723E-04
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2.192E-02



4.504E-01
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1.698E-04



53,907.26
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50.67



154.24



411.13
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810,880.66



45,820.50



15,731.35



2,178,710.26
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983.38
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31,348.77



20.00



790.06



86,761.20
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1,153.43
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28.39
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1.22



4.21
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0.513
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0.532
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0.307



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table
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1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/6/2019 14:28



Sample Name jc97373-2f



Sample Type Sample



File Name 051SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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44,447.40



308,880.37
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89.3



105.6
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RSD(%)



2.62
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CPS



2,660,179.43



3,287,014.64
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0.10



0.10
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Pulse
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1.285E-03



6.840E-04



Det



Pulse
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Pulse
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Pulse
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Pulse



5.906E-01



1.027E-01



6.047E-02



4.264E-02



6.572E-04



1.462E-04



6.991E-01



1.676E-04



1.555E-02



2.155E+00



1.145E+00



3.249E+00



2.776E-04



1.506E-03



7.376E+01



1.324E+01
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4.315E+00



9.327E-05



9.527E-04



1.680E-04



3.787E-02
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3.986E-04
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1.174E-04
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5.458E-04
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5,362.22
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67.31
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31.33



1,955.73



271,004.87



144,027.96
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74,268.77



12,917.31
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1,664,334.17



1,135.71



542,575.24



87,909.74
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726.72



162,879.71



793.39



930.07



646.71



3,517.01



1.74



125.29



CPS



312.01



177,375.83



4,355,957.54



1,392,135.81



1,856.88



300.02



3,047.14
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2.57



3.16



1.21



43.34
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79.48



5.71



1.59
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10.21



7.52



0.56
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58.38



1.31
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87.705



85.276
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16432.134



6254.800
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3030.596
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0.085
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Tune File
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VIS Fit Point to Point
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2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:33



Sample Name jc97380-2



Sample Type Sample



File Name 052SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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0.62
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0.52
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0.92
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4.61
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0.78
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301,252.36



399,239.42
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1,422,210.99
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Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



95.6



113.1



109.3



RSD(%)



4.53



8.66



5.05



CPS



2,847,529.40



3,520,859.53



796,696.94



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.422E-01



2.506E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.854E+00



1.026E+00



2.682E+00



3.957E-01



1.890E-01



1.316E-01



8.511E-01



5.975E-02



1.929E+00



2.475E+00



1.329E+00



2.104E+02



1.975E-01



9.106E-01



4.483E+01



2.173E+01



7.599E+00



1.401E+01



3.104E-01



1.822E-01



1.487E-01



6.059E-02



6.526E-01



2.267E-01



Ratio



1.657E-01



3.449E-01



1.538E+00



6.295E-01



1.260E-01



358,288.94



52,857.96



25,254.87



64,014.85



117,869.75



11,138.61



257,721.80



330,706.52



177,503.05



28,113,688.88



514,868.27



137,051.58



5,989,542.68



2,902,780.09



1,015,240.90



1,871,836.18



113,696.60



7,982.40



683,197.01



278,695.97



1,599,674.56



555,913.58



484,103.18



2,233,038.81



1.80



5.59



CPS



471,206.70



980,984.86



5,397,043.04



2,285,287.31



457,759.80



1,068,995.01



627,029.82



1.20



1.55



1.60



1.96



1.16



3.26



2.17



3.35



1.41



2.08



2.00



1.23



6.47



5.77



1.63



1.54



0.99



1.65



5.87



4.93



10.38



9.34



7.01



6.27



RSD(%)



3.66



4.20



6.01
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ug/l
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51.089
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ug/l



49.986



49.504



49.331



48.174



48.461



51.818



5250.520



48.051



50.483



50.387



49.466



5220.519



50.002



50.167



4991.593



5134.405



4725.247



4954.619



47.106



48.260



47.793



48.019



50.308



49.634



Conc



52.800



106.213



4707.182



51.909



50.445
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 14:38



Sample Name CCVA



Sample Type CCV



File Name 053_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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95,783.17



3,644,078.59
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.325E-04



1.958E-03



6.042E-03



1.573E-03



0.000E+00



3.261E-03



6.857E-03



1.057E-03



4.460E-02



1.011E-04



4.902E-04



9.470E-02



2.150E-03



1.578E-03



4.637E-02



4.816E-05



5.575E-04



8.121E-04



1.120E-05



1.684E-04



1.352E-04



Ratio



9.767E-06



7.600E-03



4.607E-03



2.360E-04



1.519E-04



762.25



411.13



864.48



133.34



5,624.56



54.43



246.67



11,939.60



271.11



198.89



5,847.97



198.89



0.00



3,370.57



46.67



396.69



320.02



240.01



1,160.07



CPS



26.67



20,855.77



14,805.36



820.06



526.70



153.34



1,766.87



59.65



374.48



74.05



69.55



---



112.35



21.67



458.48



2.23



89.06



20.98



6.33



24.95



24.19



23.30



35.96



36.23



11.33



38.71



22.07



3.99



RSD(%)



94.77



6.60



21.59



29.92



4.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.003



0.006



4.233



0.000



0.002



0.035



0.001



0.470



0.005



0.008



3.953



0.277



0.303



1.262



0.005



0.057



0.250



0.007



0.010



0.011



Conc



0.002



2.050



1.124



0.006



0.054



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 14:43



Sample Name CCB



Sample Type CCB



File Name 054_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Inst QC: MA47766



562 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.8



100.8



97.7



93.0



91.4



Det



Pulse



Pulse



Pulse



Pulse



93.1



94.3



92.6



88.6



89.8



91.1



0.96



ISTD Recovery%



92.1



103.2



101.6



100.6



100.1



100.7



100.6



99.7



0.56



1.39



0.41



0.65



0.72



1.17



3.38



4.05



1.58



0.91



0.46



0.87



43,499.09



305,111.79



384,832.96



RSD(%)



1.23



2.97



2.74



4.09



3.58



3.69



1,451,839.28



464,209.26



1,452,378.48



142,605.00



864,027.29



91,481.33



3,179,906.65



4,141,938.79



404,843.14



2,365,634.55



126,114.39



90,489.27



CPS



2,744,000.19



3,212,723.60



740,818.69



3,471,418.49



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



6.794E-04



8.263E-04



2.272E-03



1.269E-04



4.031E-05



Ratio



286.68



16.00



18.70



315.56



36.00



CPS



38.76



82.40



-112.22



40.45



11.74



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.058



0.276



-0.015



0.022



0.014



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47766



563 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.2



102.2



100.8



RSD(%)



1.19



2.27



4.80



CPS



2,657,227.10



3,182,747.66



734,627.88



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.618E-03



7.194E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.642E-01



1.010E-01



6.434E-02



4.539E-02



1.422E-03



9.531E-05



6.562E-01



3.680E-04



1.478E-02



1.678E+00



1.129E+00



2.477E+00



3.067E-04



1.318E-03



7.027E+01



1.255E+01



5.970E-03



4.143E+00



8.058E-05



1.308E-03



8.164E-04



3.652E-02



4.599E-04



3.224E-04



Ratio



1.466E-04



6.507E-02



1.278E+00



3.917E-01



1.008E-03



7,964.61



5,618.99



176.00



43.40



736.70



31.33



1,829.03



207,665.12



139,734.36



306,636.60



69,834.86



12,498.01



8,698,060.76



1,554,098.83



738.92



512,791.65



81,230.74



45.56



3,463.95



154,909.05



1,053.43



740.06



703.38



3,020.28



8.71



60.56



CPS



389.34



172,958.34



4,067,204.84



1,308,662.32



3,373.91



256.68



4,137.47



1.53



1.26



3.07



1.45



2.11



24.71



0.99



18.40



6.62



1.74



2.19



2.05



8.19



3.39



2.20



1.88



7.66



1.00



26.58



11.37



6.95



1.53



11.17



16.23



RSD(%)



12.71



3.07



1.03



2.74



8.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.512



0.380



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



14.631



9.579



2.162



10.534



0.708



0.072



8094.257



0.592



0.609



68.229



84.047



121.662



0.114



0.107



15653.836



5933.317



6.069



2908.442



0.020



0.513



0.502



57.883



0.066



0.103



Conc



0.091



39.594



7818.443



64.586



0.794



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:48



Sample Name jc97380-1f



Sample Type Sample



File Name 055SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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564 of 599



JC97469



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.7



100.4



97.9



89.8



92.3



Pulse



91.4



92.1



89.1



86.9



91.8



93.5



0.44



96.8



99.6



103.1



104.7



96.5



0.82



0.89



0.55



0.19



0.50



0.65



2.97



5.05



0.04



0.05



1.31



0.32



43,575.96



294,375.67



388,661.17



3.79



5.10



2.56



1,397,672.37



455,393.09



1,485,160.95



146,393.69



843,314.05



91,195.14



3,161,894.45



4,241,193.79



421,492.55



2,289,246.37



123,783.57



88,450.27



3,340,233.80



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47766



565 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.3



104.8



103.3



RSD(%)



1.39



2.83



3.59



CPS



2,659,146.36



3,263,270.89



753,293.66



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.320E-03



8.155E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.902E-01



1.072E-01



6.196E-02



4.841E-02



4.355E-04



7.148E-05



6.671E-01



1.424E-04



1.425E-02



1.709E+00



1.170E+00



2.461E+00



2.158E-04



9.711E-04



7.378E+01



1.286E+01



4.461E-03



4.251E+00



7.952E-05



1.003E-03



4.337E-04



3.761E-02



3.772E-04



2.647E-04



Ratio



1.349E-04



6.705E-02



1.289E+00



3.958E-01



6.085E-04



7,677.79



5,999.17



54.00



32.80



605.58



36.00



1,765.69



211,809.23



145,048.17



305,036.64



73,130.84



13,280.99



9,142,886.58



1,594,157.51



553.36



526,804.37



82,667.90



17.78



1,843.59



159,880.09



866.73



613.38



496.70



2,236.85



9.43



48.73



CPS



358.68



178,275.34



4,208,070.46



1,341,667.58



2,060.24



253.35



3,207.18



0.40



1.29



1.95



0.71



13.50



18.51



1.06



91.26



5.54



0.67



0.57



0.38



29.67



22.27



0.79



0.81



15.06



0.75



16.89



9.46



23.73



1.00



6.12



47.39



RSD(%)



7.69



3.28



1.19



2.67



6.32



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.386



0.534



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



15.305



10.179



2.074



11.274



0.202



0.053



8228.224



0.229



0.581



69.514



87.145



120.881



0.068



0.069



16436.013



6079.662



4.193



2985.520



0.020



0.351



0.256



59.606



0.053



0.078



Conc



0.084



40.816



7887.446



65.269



0.474



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:53



Sample Name jc97380-2f



Sample Type Sample



File Name 056SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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566 of 599
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7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.5



102.4



99.1



90.4



92.7



Pulse



91.5



93.3



90.5



87.6



91.9



92.7



0.40



98.2



100.6



103.3



105.3



96.7



0.39



1.22



1.09



0.53



0.59



0.69



4.45



5.10



1.30



0.36



0.43



0.73



44,138.79



296,436.44



390,351.89



4.01



4.48



4.23



1,419,851.99



458,714.83



1,486,383.17



145,075.43



841,733.75



92,991.23



3,194,557.37



4,252,401.19



423,666.57



2,295,447.36



123,920.85



89,524.25



3,389,576.41



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47766



567 of 599



JC97469



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



88.3



105.4



100.2



RSD(%)



1.35



3.28



3.26



CPS



2,629,979.92



3,280,925.16



730,204.16



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.812E-03



1.002E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.027E-01



9.494E-02



3.196E-01



1.075E-01



5.356E-03



9.946E-05



3.936E-01



2.983E-02



4.087E-01



1.038E+00



6.710E-01



1.716E+02



2.061E-03



9.758E-03



8.001E+00



6.366E+00



3.493E+00



2.494E+00



9.200E-05



2.067E-03



3.598E-04



2.688E-02



5.006E-04



2.542E-03



Ratio



6.125E-04



3.419E-02



7.679E-01



1.851E-01



7.815E-03



39,628.17



13,324.39



664.02



44.52



1,257.85



44.00



50,668.98



128,707.68



83,189.67



21,278,023.04



12,733.08



11,770.73



992,005.66



789,320.64



433,106.61



309,245.67



48,805.24



3,698.34



1,516.82



113,264.60



1,166.77



5,928.34



4,801.11



22,749.08



10.14



69.79



CPS



1,610.79



89,951.77



2,519,217.77



624,467.00



26,356.95



290.01



6,518.54



3.09



1.06



0.99



2.22



3.70



23.37



2.29



5.37



0.62



1.50



1.27



2.14



2.75



1.54



1.17



1.79



1.17



0.81



30.78



2.94



1.80



2.22



13.31



5.26



RSD(%)



1.62



2.59



0.52



1.06



3.47



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.016



0.835



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.660



8.996



11.574



25.741



2.725



0.075



4850.890



47.979



21.259



42.139



49.924



8515.518



1.003



1.037



1770.703



3008.372



4343.762



1739.042



0.024



0.916



0.209



42.602



0.072



1.075



Conc



0.388



20.523



4687.451



30.515



6.243



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 14:58



Sample Name jc97382-1



Sample Type Sample



File Name 057SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.2



103.0



98.4



90.6



93.1



Pulse



91.5



90.4



89.4



85.4



91.3



96.3



0.26



97.7



99.2



102.4



108.3



98.2



1.11



0.80



0.58



1.24



1.22



0.27



5.54



3.95



0.11



0.86



0.20



0.46



43,798.86



297,126.85



392,101.47



4.35



4.88



3.45



1,402,414.98



447,442.20



1,476,625.88



150,712.53



848,628.70



93,494.80



3,151,777.52



4,214,724.31



435,859.55



2,331,056.47



123,983.96



86,781.93



3,373,824.22



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



87.8



RSD(%)



1.31



CPS



2,614,564.38



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.751E-03



7.048E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.021E-01



4.449E-02



1.132E-01



7.209E-02



2.154E-03



4.560E-05



1.349E+00



8.784E-02



1.255E-01



2.409E-01



1.465E+00



1.008E+02



2.050E-03



1.038E-02



4.669E+02



5.816E+00



3.157E+00



2.759E+00



2.306E-04



1.309E-03



7.344E-04



1.668E-02



4.367E-04



2.775E-03



Ratio



3.110E-04



2.253E-02



2.831E+00



9.072E-01



5.512E-03



13,989.46



8,906.34



266.17



20.09



772.25



30.00



15,509.96



29,767.69



180,972.82



12,453,197.56



12,608.93



5,497.83



57,688,306.60



718,593.41



390,044.27



340,895.75



166,727.17



10,853.27



3,087.15



70,162.03



960.08



6,081.75



4,487.65



22,719.07



8.99



53.92



CPS



813.37



58,922.68



9,183,738.61



2,938,334.33



17,842.57



710.05



4,044.12



1.42



2.07



2.15



2.30



14.69



10.19



2.04



1.97



1.22



2.78



1.29



1.99



8.51



2.67



1.35



1.58



1.09



0.95



12.97



7.56



2.33



2.07



16.08



4.21



RSD(%)



4.50



2.88



1.59



1.10



3.25



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.568



0.356



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.643



4.119



3.964



17.073



1.083



0.033



16655.998



141.292



6.415



9.619



109.077



5000.781



0.998



1.105



104089.804



2748.373



3925.403



1926.881



0.066



0.513



0.449



26.440



0.062



1.177



Conc



0.196



13.321



17349.354



149.629



4.399



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 15:03



Sample Name jc97382-2



Sample Type Sample



File Name 058SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



83.1



101.4



95.5



85.8



91.6



Pulse



Pulse



Pulse



91.2



90.5



85.9



84.2



89.7



93.6



0.60



104.2



99.9



93.9



97.2



102.2



104.4



92.3



0.91



1.56



0.36



0.52



0.81



0.33



3.46



3.93



0.45



1.37



0.89



0.63



42,524.86



281,552.06



385,904.71



2.21



3.02



4.33



3.56



4.56



1,347,647.45



440,829.80



1,450,964.28



146,514.18



799,139.64



92,015.16



3,088,255.74



4,205,929.52



420,254.66



2,190,111.48



123,555.03



86,853.58



3,244,993.39



728,000.04



3,240,072.35



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47766



571 of 599
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7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



92.6



106.3



104.0



RSD(%)



1.66



3.56



3.15



CPS



2,759,662.03



3,308,594.64



758,117.46



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.857E-04



9.948E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.052E-02



6.048E-03



2.148E-02



1.253E-02



5.673E-04



5.312E-06



1.372E-01



8.538E-03



1.818E-02



3.127E-02



1.489E-01



9.305E+00



4.237E-04



2.007E-03



4.204E+01



5.895E-01



3.231E-01



3.193E-01



4.497E-05



6.040E-04



5.144E-04



1.792E-03



8.290E-04



5.373E-04



Ratio



3.587E-05



5.274E-03



2.605E-01



8.630E-02



7.530E-04



2,801.43



1,633.45



74.00



2.56



376.68



44.00



2,371.35



4,077.31



19,414.94



1,213,378.39



1,372.36



788.92



5,482,586.87



76,878.02



42,138.74



41,634.17



17,899.43



1,113.39



2,170.27



7,532.46



1,970.24



1,273.46



1,003.42



4,767.24



25.45



41.46



CPS



98.67



14,554.47



861,975.06



300,551.08



2,623.71



146.68



1,976.89



4.64



10.34



1.75



10.25



7.13



958.96



2.95



2.43



2.20



3.30



4.61



1.96



2.80



8.57



0.95



1.28



3.12



1.24



38.13



19.26



9.52



7.32



10.33



1.04



RSD(%)



31.73



6.09



0.77



0.63



1.69



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.001



10.293



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



3.354



5.019



7.275



31.028



3.370



0.012



21052.622



171.664



9.841



13.331



137.739



5756.019



2.171



2.289



117001.202



3476.859



5007.436



2451.335



0.120



1.739



3.850



35.452



1.531



2.467



Conc



0.259



33.293



19662.864



177.621



7.370



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/6/2019 15:08



Sample Name jc97382-2



Sample Type Sample



File Name 059SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.9



104.7



99.4



93.7



95.0



Pulse



96.3



96.8



95.3



91.5



94.2



95.7



1.17



100.9



103.2



102.3



103.0



99.8



1.07



1.35



0.70



1.34



0.74



0.48



4.99



4.76



0.54



0.55



0.23



0.62



44,264.80



307,363.53



400,126.17



4.04



4.11



4.35



1,494,363.10



479,216.77



1,524,095.15



149,764.60



893,047.78



95,037.08



3,277,071.01



4,208,813.38



414,674.85



2,369,615.85



130,416.20



92,871.62



3,483,227.97



Tb



Tb



Ho



Bi



Sc



Ge



Rh
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Bi
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Ge



Rh
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3



3



3
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2



2



2



2



2
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2
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



90.2



RSD(%)



1.55



CPS



2,685,381.25



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.160E-03



1.297E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.184E-01



9.647E-02



3.697E-01



9.342E-02



1.040E-02



2.378E-05



8.668E-01



1.835E-01



1.576E+00



1.787E+00



1.198E+00



2.390E+02



5.187E-03



2.507E-02



1.363E+01



1.143E+01



3.015E+00



2.431E+00



1.282E-04



2.450E-03



5.144E-04



2.670E-02



4.686E-04



6.396E-03



Ratio



4.233E-04



2.943E-02



1.679E+00



4.378E-01



1.393E-02



47,530.83



12,009.82



1,337.74



10.79



1,431.77



57.33



202,660.59



229,693.87



154,056.81



30,729,804.34



28,081.49



12,402.39



1,751,868.86



1,469,969.70



387,553.26



312,586.43



111,440.23



23,591.39



2,216.95



115,224.48



1,096.77



15,009.46



12,173.05



58,813.48



5.37



43.64



CPS



1,136.06



79,024.69



5,719,642.42



1,477,109.41



47,003.62



413.36



7,872.64



1.72



2.28



0.45



1.11



4.67



73.36



1.40



1.64



1.99



1.60



1.63



1.41



1.27



1.18



0.52



1.48



1.03



0.40



11.03



9.95



5.48



1.53



15.97



1.06



RSD(%)



6.18



0.69



0.61



0.86



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.163



1.310



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.661



9.144



13.421



22.299



5.315



0.016



10695.006



295.167



82.472



72.673



89.219



11860.378



2.587



2.725



3025.011



5403.312



3748.343



1694.528



0.035



1.119



0.308



42.313



0.067



2.763



Conc



0.268



17.579



10279.159



72.200



11.135



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/6/2019 15:13



Sample Name jc97469-1



Sample Type Sample



File Name 060SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.1



105.4



99.4



90.4



93.9



Pulse



Pulse



Pulse



94.9



92.1



90.9



86.5



92.8



102.2



0.05



109.4



102.6



97.7



101.3



104.8



116.9



98.9



1.16



1.45



0.64



0.18



0.94



0.35



3.86



3.40



0.85



0.95



1.16



0.59



44,238.09



296,344.62



395,648.99



3.87



3.98



3.46



3.38



4.15



1,425,702.76



453,150.20



1,500,350.95



159,972.28



856,571.72



95,678.01



3,218,429.84



4,314,112.54



470,620.62



2,346,505.95



128,557.58



88,450.15



3,406,928.28



747,884.36



3,373,495.58



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



96.6



111.1



108.1



RSD(%)



1.54



3.59



3.30



CPS



2,878,853.05



3,459,222.97



788,295.15



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.410E-01



2.463E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.880E+00



1.016E+00



2.679E+00



3.991E-01



1.904E-01



1.304E-01



8.523E-01



6.000E-02



1.932E+00



2.468E+00



1.316E+00



2.131E+02



2.012E-01



9.230E-01



4.510E+01



2.175E+01



7.685E+00



1.421E+01



3.239E-01



1.909E-01



1.586E-01



6.462E-02



6.641E-01



2.303E-01



Ratio



1.680E-01



3.491E-01



1.580E+00



6.528E-01



1.306E-01



360,596.37



53,715.86



25,621.18



63,971.55



118,261.97



11,206.65



260,033.43



332,201.83



177,054.39



28,672,734.42



522,220.95



136,762.00



6,069,326.84



2,927,627.80



1,034,295.10



1,912,820.55



114,711.92



8,074.68



690,132.23



281,177.69



1,594,425.08



553,194.27



483,308.48



2,217,462.01



0.57



2.94



CPS



483,619.57



1,005,069.02



5,463,590.96



2,300,442.21



460,315.00



1,078,882.77



635,878.31



1.32



0.76



1.43



2.21



1.50



1.10



0.26



1.61



1.96



1.75



1.34



2.76



1.36



1.29



0.84



1.41



1.92



2.39



1.78



0.39



1.94



0.66



1.24



1.15



RSD(%)



0.86



1.38



0.44



2.79



1.05



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.834



198.034



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.328



49.034



49.283



48.599



48.803



51.340



5258.063



48.254



50.562



50.243



48.979



5285.998



50.933



50.853



5020.746



5140.317



4779.012



5026.518



49.154



50.583



50.987



51.211



51.196



50.412



Conc



53.541



107.490



4834.632



53.832



52.251



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 15:18



Sample Name CCVA



Sample Type CCV



File Name 061_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.7



106.4



102.2



92.4



94.9



Pulse



99.3



102.9



95.8



93.7



96.4



97.6



0.30



102.2



104.9



105.7



107.0



101.2



1.00



0.96



0.48



0.23



0.74



0.72



4.04



4.78



0.83



4.33



1.19



0.63



45,497.80



303,075.16



399,782.32



4.63



4.03



3.59



1,502,752.61



490,747.41



1,558,761.99



152,831.10



891,590.80



96,640.32



3,331,138.07



4,350,797.23



430,537.08



2,401,624.44



134,590.58



98,815.27



3,526,651.72



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.225E-04



1.861E-03



6.137E-03



1.388E-03



2.585E-05



3.832E-03



7.213E-03



8.717E-04



4.834E-02



8.627E-05



4.106E-04



1.004E-01



2.491E-03



1.654E-03



4.786E-02



4.491E-05



4.470E-04



7.120E-04



1.442E-05



1.737E-04



9.890E-05



Ratio



1.250E-05



6.656E-03



4.655E-03



2.192E-04



1.278E-04



791.15



494.46



930.05



112.22



6,231.49



54.43



240.00



12,949.40



321.12



213.34



6,171.44



178.89



3.33



2,973.80



60.00



410.02



233.34



203.34



966.72



CPS



36.00



19,197.87



15,532.62



776.72



453.36



146.68



1,463.48



24.23



-37.22



129.85



26.47



100.81



34.80



13.55



-124.00



10.43



120.54



68.85



2.59



11.47



26.05



17.87



7.42



42.03



8.88



35.63



11.62



83.92



RSD(%)



67.12



2.11



23.99



31.88



9.36



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



-0.002



0.008



3.089



0.021



0.017



0.043



-0.006



0.562



0.001



0.004



4.589



0.357



0.350



1.788



0.005



0.028



0.218



0.009



0.011



0.003



Conc



0.003



1.758



1.269



0.004



0.045



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 15:23



Sample Name CCB



Sample Type CCB



File Name 062_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:28 AM on:11/7/2019



Raw Data MA47766    page 123 of 125



Inst QC: MA47766



578 of 599



JC97469



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.4



103.0



98.7



93.6



92.0



Det



Pulse



Pulse



Pulse



Pulse



95.2



95.0



93.0



89.2



91.3



92.5



0.82



ISTD Recovery%



96.8



107.2



104.8



102.7



102.8



101.3



103.1



99.4



1.00



2.21



0.66



1.64



1.55



1.39



4.64



3.17



1.31



0.75



0.86



1.22



43,953.93



307,153.29



387,722.40



RSD(%)



1.16



2.16



3.32



3.58



4.73



3.41



1,459,234.45



466,980.31



1,477,246.26



144,744.39



869,199.95



93,520.30



3,264,793.35



4,169,346.29



414,840.19



2,359,805.07



128,970.13



91,225.46



CPS



2,884,784.22



3,337,036.72



764,184.16



3,545,531.61



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



6.115E-04



7.118E-04



2.232E-03



1.010E-04



9.171E-06



Ratio



287.78



13.00



4.30



285.56



31.33



CPS



3.26



91.94



-177.76



48.85



158.52



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.043



0.184



-0.020



0.015



0.002



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.182E-04



6.042E-03



1.610E-02



2.237E-02



9.532E-05



7.970E-03



5.955E-05



3.747E-03



1.405E-02



2.895E-03



1.603E-01



2.062E-04



9.210E-04



1.474E-01



1.590E-02



9.981E-03



6.704E-02



4.219E-05



4.839E-04



2.788E-04



7.995E-05



1.084E-04



2.421E-04



Ratio



1.465E-05



5.309E-03



1.665E-02



6.252E-04



7.037E-05



2,091.30



2,904.80



12.33



486.68



1,824.59



375.57



20,809.23



93.27



784.48



19,145.32



2,063.51



1,295.63



8,703.94



1,034.50



7.78



1,150.10



330.02



253.35



566.70



483.37



2,156.83



CPS



42.67



15,397.66



56,475.89



2,226.95



250.01



140.01



1,590.17



3.89



7.32



8.55



3.18



53.61



4.80



63.84



45.75



3.46



14.74



1.64



20.29



13.45



1.75



6.55



4.78



6.53



51.00



11.57



6.70



8.73



31.61



12.04



RSD(%)



54.19



2.67



1.60



9.62



8.70



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.007



0.200



0.192



2.447



0.014



43.734



0.048



0.015



0.182



0.070



3.340



0.032



0.032



9.833



3.526



5.530



8.594



0.004



0.038



0.078



0.061



0.006



0.034



Conc



0.004



1.342



38.074



0.038



0.022



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/6/2019 12:03



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/6/2019 15:28



Sample Name MP11929-MB7 1



Sample Type Sample



File Name 063SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110619m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:28 AM on:11/7/2019



Raw Data MA47766    page 125 of 125
NOTE: The remaining raw data for this batch is not relevant to this job. As such it has been omitted.
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Current Signal



%



W



TMP Revolution



Reflected Power



100.0



2



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Forward Power



2.64E+2



1.15E-4



1500



V



V



V



-8.0



140



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-38



-60



15.8



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-145.0



-70



8.3



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.65



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



25.48



37.79



21.29



18.90



16.66



Integration Time [sec] 0.10



3.28



12.35



9.40



67.65



6.58



13.08



20.6



6.4



33.0



34.0



57.9



RSD [%]



2.14



2.40



2.61



2.46



2948.1



1.015 %



4.150 %



3.6



411.6



47.2



25



6



40



26



57



Avg. Count



4183.2



3908.1



5325.6



4963.7



2984



1.048 %



4.716 %



1



417



45



50



20



100



50



100



Count



4267



3982



5237



5153



5000



2



5



20



500



100



95



107



121



137



208



Range



5000



5000



10000



10000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
140



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
8.3
-38
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



15.8



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-145.0
-70



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.65
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.674
0.696
0.697
0.705



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.711
0.763
0.738
0.764
0.724



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.05
206.05
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.05



24.00
25.00
26.00
59.00



11002
85987



100136
21522
19182
46100



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
19651
71257
9459



65742



488735



488025



101278



90435



217029



490493



488688



101190



91173



216961



Replicate 5



Count



111113



425349



56780



Replicate 4



Count



111742



429608



56927



6596966054



487026



488123



100766



90838



219291



490603



485839



100858



90444



219255



Replicate 3



Count



111980



426436



56515



476281



99914



89790



214817



Replicate 2



Count



111692



430788



56796



66264



206



207



208



Replicate 1



Count



109186



418169



55709



64605



476519



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



1.07
0.54
0.57
0.86



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



485391
100801
90536



217471



RSD%



(Actual)
1.03
1.16
0.87
1.00
1.20



115
206
207
208



Count 



(Mean)
111143
426070
56545
65727



486675



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\.b110619m1.b
Report Comment
Instrument Name G3281A  JP12412081
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SGS North America Inc.



Batch ID Start Date Start Time End Date End time QC Samp 1 QC Samp 2
MP18043 10/28/2019 6:35 10/28/2019 12:15 JC97373-1 JC97373-1F



Block ID1 Therm. ID# Temperature Correction Corrected Temp
1 Start 3 5624823 94 0 94
1 End 3 5624823 95 0 95
2 Start
2 End



Dig. Method
Heating 
Method Auto Pipette #



Digestion 
Tube Lot #



SW846 
3010A



Digestion 
Block M-7 1904119



Sample ID
Bottle 



Number Pres    (Y/N)



Initial 
Sample 
Volume



Final Volume 
in ML



Reagent 
Groups Added



Spike Groups 
Added Comments



MP18043-MB1 N/A N 50 50 AB
MP18043-B1 N/A N 50 50 AB ABCDE
MP18043-S1 2 Y 50 50 AB ABCDE
MP18043-S2 2 Y 50 50 AB ABCDE



MP18043-SD1 2 Y 50 50 AB
JC97373-1 2 Y 50 50 AB



JC97373-1F 4 Y 50 50 AB
JC97373-2 1 Y 50 50 AB



JC97373-2F 2 Y 50 50 AB
JC97373-3 1 Y 50 50 AB
JC97380-1 1 Y 50 50 AB



JC97380-1F 2 Y 50 50 AB
JC97380-2 1 Y 50 50 AB



JC97380-2F 2 Y 50 50 AB
JC97382-1 1 Y 10 50 AB SEDIMENT
JC97382-2 1 Y 10 50 AB SEDIMENT
JC97382-3 1 Y 50 50 AB
JC97469-1 1 Y 10 50 AB SEDIMENT
JC97469-2 1 Y 50 50 AB



MP18043-S3 4 Y 50 50 AB ABCDE
MP18043-S4 4 Y 50 50 AB ABCDE



MP18043-SD2 4 Y 50 50 AB



Group Description MLs Used Group Description MLs Used
A CONC HNO3 3 A ACCUTEST 13B REV1 0.2
B 1:1 HCL 5 B ACCUTEST 14B REV1 0.2
C C MINERALS 1000PPM 0.2
D D AG 20PPM 0.2
E E SE 20PPM 0.8
F F
G G
H H



I



Comments:



Analyst TAYLORG Approved by Wendyz Approved on 10/28/2019



Note: Reagent traceability for batch Start Date  can be seen on the reagent traceability page for this batch.
Serial Dilution samples shown for QC purposes only.
Acceptable Temperature range is 90-95 degrees C unless otherwise noted



Aqueous Metals Digestion Form
Batch Information



Temperature



Methods and Equipment



Reagents Groups Spike Groups



��������	
������	�	�����������������	������� !�"# #���"�$ %&�'(&��(	)*�	 %&�'(&��(	���	
Prep Log MP18043    page 1 of 2
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SGS North America Inc.



General Chemistry



QC Data Summaries



Includes the following where applicable:



• Method Blank and Blank Spike Summaries
• Duplicate Summaries
• Matrix Spike Summaries



Dayton, NJ
Section 8
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METHOD BLANK AND SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



MB                    Spike      BSP        BSP        QC       
Analyte                        Batch ID          RL         Result     Units      Amount     Result     %Recov     Limits   



Chromium, Hexavalent           GN1719            0.010      0.0        mg/l       0.150      0.15       100.0      90-110% 



Associated Samples: 
Batch GN1719: JC97469-1, JC97469-2
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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DUPLICATE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   DUP                   QC         
Analyte                        Batch ID          Sample       Units      Result     Result     RPD        Limits     



Chromium, Hexavalent           GN1719            JC97469-1    mg/l       0.0078     0.0088     12.0       0-20%     



Associated Samples: 
Batch GN1719: JC97469-1, JC97469-2
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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MATRIX SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97469 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   Spike    MS                    QC         
Analyte                        Batch ID          Sample       Units      Result     Amount   Result     %Rec       Limits     



Chromium, Hexavalent           GN1719            JC97469-1    mg/l       0.0078     0.150    0.14       88.1       85-115%   



Associated Samples: 
Batch GN1719: JC97469-1, JC97469-2
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits



__________________________________________________________________________________________________________________________
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SGS North America Inc.



General Chemistry



Raw Data



Dayton, NJ
Section 9
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          Nov 20, 2019 



 



          Mr. Joe Von Uderitz   



          EA Engineering 



          269 West Jefferson Street 



          Syracuse, NY 13202 



                                                                                                                                                                                                                      



                                                                                                                      



 



Re: SGS North America – Dayton, NJ   Jobs # JC97564 – Reissues  



 



Dear Mr. Uderitz, 



 



The final reports for SGS jobs number JC97564 have been edited to reflect corrections to the final 



results.  These edits have been incorporated into the revised report which is attached. 



Specifically, the New York certification statement has been removed from Case Narrative to meet 



client’s requirement. The attached revised report incorporates these revisions. 



SGS apologizes for this occurrence and for any inconvenience this situation may have caused.  Please 



contact me at 732-329-0200 if I can be of further assistance in this matter. 



 



 



 



 



Sincerely, 



 



Report Department          



SGS North America Inc 



 



            
 



SGS North America Inc. Mid-Atlantic   2235 US Highway 130   Dayton, NJ 08810, USA    t +1 (0)732 329 0200   www.sgs.com 
 



Member of the SGS Group (SGS SA) 
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SGS North America Inc.       Mid-Atlantic    2235 US Highway 130    Dayton, NJ 08810, USA     t +1 (0)732 329 0200    www.sgs.com 



     Member of the SGS Group (SGS SA) 



  



December 4, 2019 



Ms. Tara Lamond 
EA Engineering 
269 West Jefferson Street 
Syracuse, NY 13202 
 
 
RE:  SGS – Dayton,  Job # JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, JC97220, 
JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, JC97989, 
JC98056, JC98407, JC97991 – Reissued reports  



Dear Ms. Lamond,   



The final reports for SGS job numbers JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, 
JC97220, JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, 
JC97989, JC98056, JC98407, JC97991 have been edited to reflect corrections to the final results.  These 
edits have been incorporated into the revised report which is attached.  



Specifically, the data have been revised to report in LOD/LOQ format. When the samples were submitted, 
it was not clear that DOD criteria needed to be met, so these samples were run using in house limits and 
may not meet all DOD criteria. The attached revised report includes all raw data for review (Full Level 4) 
and the case narrative includes a note with this information.   
 
Moving forward, we have made notations in our system to flag this project as needing DOD criteria, so this 
will not be an issue. The Chain of Custody documentation accompanying future samples must also 
indicate that these samples need to meet DOD criteria.  
 
Please contact me if I can be of further assistance in this matter. 



 



Sincerely, 



 
Kristin B. DeGraw 
Manager of Client Services  
SGS North America Inc.  
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SGS North America Inc.



Sample Summary



EA Engineering
Job No: JC97564



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0810



Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID



JC97564-1 10/28/19 11:05 ET 10/28/19 AQ Ground Water RA-WP-107R-30-34



JC97564-2 10/28/19 12:05 ET 10/28/19 AQ Ground Water RA-WP-117-30-34



JC97564-3 10/28/19 15:50 ET 10/28/19 AQ Equipment Blank RB-102819
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On 10/28/2019, 3 Sample(s), 0 Trip Blank(s) and 0 Field Blank(s) were received at SGS North America Inc. at a maximum 
corrected temperature of 2.2 C. Samples were intact and chemically preserved, unless noted below. A SGS North America Inc. Job 
Number of JC97564 was assigned to the project.  Laboratory sample ID, client sample ID and dates of sample collection are 
detailed in the report’s Results Summary Section. Specified quality control criteria were achieved for this job except as noted 
below.  For more information, please refer to the analytical results and QC summary pages.



Samples were reported in LOD/LOQ format at the request of the client but were run using in house limits and may not meet all 
DOD criteria.



Client: EA Engineering



Site: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Job No JC97564



Report Date 12/4/2019 3:41:23 PM



CASE NARRATIVE / CONFORMANCE SUMMARY



Compounds qualified as out of range in the continuing calibration summary report are acceptable as per method requirements when 
there is a high bias but the sample result is non-detect.



Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18106



All samples were digested within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97513-19MSD, JC97513-19MS, JC97513-19SDL were used as the QC samples for metals.



Matrix Spike Recovery(s) for  Arsenic are outside control limits.  Spike amount low relative to the sample amount.  Refer to  lab 
control or spike blank for recovery information.



RPD(s) for Serial Dilution for  Aluminum, Chromium, Lead, Silver, Thallium, Vanadium,  Barium, Zinc are outside control 
limits for sample  MP18106-SD1.  Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).



JC97564-2 for Antimony: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Arsenic: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Thallium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Barium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Beryllium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Cadmium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Aluminum: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Potassium: Elevated sample detection limit due to difficult sample matrix.



MP18106-SD1 for Arsenic: Serial dilution indicates possible matrix interference.



MP18106-SD1 for Copper: Serial dilution indicates possible matrix interference.



JC97564-2 for Cobalt: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Manganese: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Silver: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Copper: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Iron: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Zinc: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Magnesium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Vanadium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Nickel: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Chromium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Selenium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Calcium: Elevated sample detection limit due to difficult sample matrix.



JC97564-2 for Sodium: Elevated sample detection limit due to difficult sample matrix.
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Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18106



JC97564-2 for Lead: Elevated sample detection limit due to difficult sample matrix.



General Chemistry By Method SW846 7196A
Matrix: AQ Batch ID: GN1776



All samples were analyzed within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97564-1MS, JC97564-1DUP were used as the QC samples for  Chromium, Hexavalent.



RPD(s) for Duplicate for  Chromium, Hexavalent are outside control limits for sample  GN1776-D1.  RPD acceptable due to 
low duplicate and sample concentrations.



SGS North America Inc. certifies that data reported for samples received, listed on the associated custody chain or analytical task 
order, were produced to specifications meeting the Quality System precision, accuracy and completeness objectives except as noted.



Estimated non-standard method measurement uncertainty data is available on request, based on quality control bias and implicit for 
standard methods. Acceptable uncertainty requires tested parameter quality control data to meet method criteria.



SGS North America Inc. is not responsible for data quality assumptions if partial reports are used and recommends that this report 
be used in its entirety.  Data release is authorized by SGS North America Inc indicated via signature on the report cover
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Summary of Hits Page 1 of 2     
Job Number: JC97564
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/28/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



JC97564-1 RA-WP-107R-30-34



Aluminum 910 50 32 a ug/l SW846 6020B
Barium 80.6 2.0 0.73 a ug/l SW846 6020B
Calcium 20300 1300 160 a ug/l SW846 6020B
Chromium 8.0 2.0 0.62 a ug/l SW846 6020B
Cobalt 2.6 1.0 0.17 a ug/l SW846 6020B
Copper 3.5 J 4.0 1.9 a ug/l SW846 6020B
Iron 1980 50 19 a ug/l SW846 6020B
Magnesium 12500 500 46 a ug/l SW846 6020B
Manganese 88.7 2.0 0.63 a ug/l SW846 6020B
Nickel 20.0 2.0 0.95 a ug/l SW846 6020B
Potassium 2670 500 68 a ug/l SW846 6020B
Sodium 30900 1300 360 a ug/l SW846 6020B
Vanadium 4.0 2.0 1.8 a ug/l SW846 6020B
Zinc 12.3 10 5.4 a ug/l SW846 6020B
Chromium, Hexavalent 0.0062 J 0.010 0.0080 mg/l SW846 7196A



JC97564-2 RA-WP-117-30-34



Aluminum b 3000 250 160 a ug/l SW846 6020B
Barium b 74.2 10 3.6 a ug/l SW846 6020B
Calcium b 90000 2500 320 a ug/l SW846 6020B
Chromium b 180 10 3.1 a ug/l SW846 6020B
Cobalt b 2.7 J 5.0 0.86 a ug/l SW846 6020B
Iron b 2380 250 93 a ug/l SW846 6020B
Magnesium b 37400 2500 230 a ug/l SW846 6020B
Manganese b 53.8 10 3.2 a ug/l SW846 6020B
Nickel b 5.6 J 10 4.8 a ug/l SW846 6020B
Potassium b 5350 2500 340 a ug/l SW846 6020B
Sodium b 18700 2500 710 a ug/l SW846 6020B
Vanadium b 16.4 10 8.8 a ug/l SW846 6020B
Zinc b 28.7 J 50 27 a ug/l SW846 6020B
Chromium, Hexavalent 0.026 0.010 0.0080 mg/l SW846 7196A



JC97564-3 RB-102819



Barium 1.1 J 2.0 0.73 a ug/l SW846 6020B
Calcium 87.1 J 500 64 a ug/l SW846 6020B
Copper 3.3 J 4.0 1.9 a ug/l SW846 6020B
Iron 38.9 J 50 19 a ug/l SW846 6020B
Manganese 0.75 J 2.0 0.63 a ug/l SW846 6020B
Chromium, Hexavalent 0.0072 J 0.010 0.0080 mg/l SW846 7196A



(a) Value reported is laboratory DL (MDL).
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Summary of Hits Page 2 of 2     
Job Number: JC97564
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/28/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



(b) Elevated sample detection limit due to difficult sample matrix.
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SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RA-WP-107R-30-34 



Lab Sample ID: JC97564-1 Date Sampled: 10/28/19 



Matrix: AQ - Ground Water   Date Received: 10/28/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum 910 50 32 a 32 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Antimony 1.7 U 4.0 1.7 a 1.7 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic 0.94 U 1.0 0.94 a 0.94 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Barium 80.6 2.0 0.73 a 0.73 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium 0.15 U 1.0 0.15 a 0.15 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Calcium 20300 1300 160 a 160 ug/l 5 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Chromium 8.0 2.0 0.62 a 0.62 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt 2.6 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Copper 3.5 J 4.0 1.9 a 1.9 ug/l 2 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Iron 1980 50 19 a 19 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Lead 0.52 U 1.0 0.52 a 0.52 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium 12500 500 46 a 46 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Manganese 88.7 2.0 0.63 a 0.63 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Nickel 20.0 2.0 0.95 a 0.95 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Potassium 2670 500 68 a 68 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Selenium 0.55 U 1.0 0.55 a 0.55 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Silver 0.16 U 1.0 0.16 a 0.16 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Sodium 30900 1300 360 a 360 ug/l 5 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Thallium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium 4.0 2.0 1.8 a 1.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Zinc 12.3 10 5.4 a 5.4 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



(1) Instrument QC Batch: MA47741



(2) Instrument QC Batch: MA47752



(3) Prep QC Batch: MP18106



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RA-WP-107R-30-34 



Lab Sample ID: JC97564-1 Date Sampled: 10/28/19 



Matrix: AQ - Ground Water   Date Received: 10/28/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0062 J 0.010 0.0080 0.0058 mg/l 1 10/28/19 22:36 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RA-WP-117-30-34 



Lab Sample ID: JC97564-2 Date Sampled: 10/28/19 



Matrix: AQ - Ground Water   Date Received: 10/28/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum b 3000 250 160 a 160 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Antimony b 8.6 U 20 8.6 a 8.6 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic b 4.7 U 5.0 4.7 a 4.7 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Barium b 74.2 10 3.6 a 3.6 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium b 0.76 U 5.0 0.76 a 0.76 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium b 0.86 U 5.0 0.86 a 0.86 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Calcium b 90000 2500 320 a 320 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Chromium b 180 10 3.1 a 3.1 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt b 2.7 J 5.0 0.86 a 0.86 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Copper b 9.4 U 20 9.4 a 9.4 ug/l 2 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Iron b 2380 250 93 a 93 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Lead b 2.6 U 5.0 2.6 a 2.6 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium b 37400 2500 230 a 230 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Manganese b 53.8 10 3.2 a 3.2 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Nickel b 5.6 J 10 4.8 a 4.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Potassium b 5350 2500 340 a 340 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Selenium b 2.8 U 5.0 2.8 a 2.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Silver b 0.80 U 5.0 0.80 a 0.80 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Sodium b 18700 2500 710 a 710 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Thallium b 0.84 U 5.0 0.84 a 0.84 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium b 16.4 10 8.8 a 8.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Zinc b 28.7 J 50 27 a 27 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



(1) Instrument QC Batch: MA47741



(2) Instrument QC Batch: MA47752



(3) Prep QC Batch: MP18106



(a) Value reported is laboratory DL (MDL).



(b) Elevated sample detection limit due to difficult sample matrix.



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RA-WP-117-30-34 



Lab Sample ID: JC97564-2 Date Sampled: 10/28/19 



Matrix: AQ - Ground Water   Date Received: 10/28/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.026 0.010 0.0080 0.0058 mg/l 1 10/28/19 22:36 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ



14 of 556



JC97564



4
4.2











SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RB-102819 



Lab Sample ID: JC97564-3 Date Sampled: 10/28/19 



Matrix: AQ - Equipment Blank   Date Received: 10/28/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum 32 U 50 32 a 32 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Antimony 1.7 U 4.0 1.7 a 1.7 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic 0.94 U 1.0 0.94 a 0.94 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Barium 1.1 J 2.0 0.73 a 0.73 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium 0.15 U 1.0 0.15 a 0.15 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Calcium 87.1 J 500 64 a 64 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Chromium 0.62 U 2.0 0.62 a 0.62 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Copper 3.3 J 4.0 1.9 a 1.9 ug/l 2 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Iron 38.9 J 50 19 a 19 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Lead 0.52 U 1.0 0.52 a 0.52 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium 46 U 500 46 a 46 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Manganese 0.75 J 2.0 0.63 a 0.63 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Nickel 0.95 U 2.0 0.95 a 0.95 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Potassium 68 U 500 68 a 68 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Selenium 0.55 U 1.0 0.55 a 0.55 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Silver 0.16 U 1.0 0.16 a 0.16 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Sodium 140 U 500 140 a 140 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Thallium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium 1.8 U 2.0 1.8 a 1.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Zinc 5.4 U 10 5.4 a 5.4 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



(1) Instrument QC Batch: MA47741



(2) Instrument QC Batch: MA47752



(3) Prep QC Batch: MP18106



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RB-102819 



Lab Sample ID: JC97564-3 Date Sampled: 10/28/19 



Matrix: AQ - Equipment Blank   Date Received: 10/28/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0072 J 0.010 0.0080 0.0058 mg/l 1 10/28/19 22:36 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Custody Documents and Other Forms



Includes the following where applicable:



• Chain of Custody
• Sample Tracking Chronicle
• Internal Chain of Custody
• QC Evaluation: DOD QSM5.x Limits



Dayton, NJ
Section 5
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CHAIN OF CUSTODY
SGS North America lnc. - Dayton



2235 Route 130, Dayton, NJ 088{0
rEL. 732-3294200 FAX: 732-329-3499/3480



Paqe J of I



Prcject Namei



Puchack Well Field Phase ll RA - Temporary Well Point Screening DW - Drinking
GW - Grcund Water



VVW - Water
SW - Surlace Water



SO - Soil
SL- Sludge



SED-S6diment
ot - oit



LIQ - Other Liquid
AIR - Air



SOL - Other Solid



FB - Field Blank
EB-Equipment Blank



RB - Rinse Blank
TB - Trip Blank



1601 Sherman Ave, Suite D



225 Schilling Circle, Suite 400



Field lD / Point of Collection



't4P- to?A-30-3
*t9-tt7'3o'3



Apprcved By (SOS PM): / Datei



I t0 Business Days



[ 5 Business oays



[ 3 Business Days'



[ 2 Business Days'



I I Business Day'



All data available via Lablink "Approval needed for 1-3



! commerciar "A" (Levet 1) E NYAsPcategoryA l--l ooo-qstus



! Commercial "8" (L6vsl 2) ! ruvnse cateoorv e



E NJ Reduced (Level 3) l_l lan mcp critrria-
E FuilTierl (Level4) [ crnce criteria-
! commerciat"C" I st.t" ro-"
l-l ru..r oxop [l eoo rom"t-EPA Rosion:



Commercial "A" = Results only; Commercial "8" = Results + OC Summary



Seal{ [J lntact Prcscrvdwhereapplk ble On



! uot imo I Absent E herm. to, E



rnitiar Assessrn *il[
l-abelVerification-



JC97564: Chain of Custody
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Job Number: JC97564 Client: EA ENGINEERING



Date / Time Received: 10/28/2019 5:10:00 PM Delivery Method:



Project: PUCHACK



4. No. Coolers: 1



Airbill #'s:



Cooler Security



1. Custody Seals Present:



  Y   or   N  



2. Custody Seals Intact:



3. COC Present:



4. Smpl Dates/Time OK



2. Cooler temp verification:



Cooler Temperature   Y   or   N  



1. Temp criteria achieved:



3. Cooler media:



IR Gun



Ice (Bag)



Quality Control  Preservation   Y    or   N        N/A



1. Trip Blank present / cooler:



2. Trip Blank listed on COC:



3. Samples preserved properly:



4. VOCs headspace free:



Sample Integrity - Documentation   Y     or     N  



1. Sample labels present on bottles:



2. Container labeling complete:



3. Sample container label / COC agree:



Sample Integrity - Condition   Y     or     N  



1. Sample recvd within HT:



3. Condition of sample:



2. All containers accounted for:



Sample Integrity - Instructions



1. Analysis requested is clear:



2. Bottles received for unspecified tests



3. Sufficient volume recvd for analysis:



4. Compositing instructions clear:



5. Filtering instructions clear:



Intact



  Y   or   N  



Comments



 Y     or    N          N/A



Cooler Temps (Raw Measured) °C:



Cooler Temps (Corrected) °C:



 Cooler 1: (2.4); 



 Cooler 1: (2.2); 



SM089-03
Rev. Date 12/7/17



SGS Sample Receipt Summary



Test Strip Lot #s: pH 1-12: 229517 pH 12+: 208717 Other:  (Specify)



JC97564: Chain of Custody
Page 2 of 2
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SGS North America Inc.



Internal Sample Tracking Chronicle



EA Engineering
Job No: JC97564



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0810



Sample
Number Method Analyzed By Prepped By Test Codes



JC97564-1 Collected: 28-OCT-19 11:05  By: ET Received: 28-OCT-19  By: AS
RA-WP-107R-30-34



JC97564-1 SW846 7196A 28-OCT-19 22:36 EB XCR
JC97564-1 SW846 6020B 01-NOV-19 21:37 SN 30-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CDMS,COMS,CRMS,FEMS,KMS,
MGMS,MNMS,NIMS,PBMS,SBMS,
SEMS,TLMS,VMS,ZNMS



JC97564-1 SW846 6020B 04-NOV-19 17:05 SN 30-OCT-19 TG CUMS
JC97564-1 SW846 6020B 04-NOV-19 17:11 SN 30-OCT-19 TG CAMS,NAMS



JC97564-2 Collected: 28-OCT-19 12:05  By: ET Received: 28-OCT-19  By: AS
RA-WP-117-30-34



JC97564-2 SW846 7196A 28-OCT-19 22:36 EB XCR
JC97564-2 SW846 6020B 01-NOV-19 21:42 SN 30-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,FEMS,
KMS,MGMS,MNMS,NAMS,NIMS,
PBMS,SBMS,SEMS,TLMS,VMS,
ZNMS



JC97564-2 SW846 6020B 04-NOV-19 17:16 SN 30-OCT-19 TG CUMS



JC97564-3 Collected: 28-OCT-19 15:50  By: ET Received: 28-OCT-19  By: AS
RB-102819



JC97564-3 SW846 7196A 28-OCT-19 22:36 EB XCR
JC97564-3 SW846 6020B 01-NOV-19 20:47 SN 30-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,FEMS,
KMS,MGMS,MNMS,NAMS,NIMS,
PBMS,SBMS,SEMS,TLMS,VMS,
ZNMS



JC97564-3 SW846 6020B 04-NOV-19 15:46 SN 30-OCT-19 TG CUMS



Page 1 of 1      
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Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Received: 10/28/19



Sample.Bottle Transfer Transfer
Number FROM TO Date/Time Reason



JC97564-1.1 Secured Storage Dwayne Johnson 10/30/19 14:00 Retrieve from Storage
JC97564-1.1 Dwayne Johnson Secured Staging Area 10/30/19 14:00 Return to Storage
JC97564-1.1 Secured Staging Area Taylor Gorman 10/30/19 14:32 Retrieve from Storage
JC97564-1.1 Taylor Gorman Secured Storage 10/31/19 12:35 Return to Storage



JC97564-1.1.1 Taylor Gorman Metals Digestion 10/31/19 09:35 Digestate from JC97564-1.1
JC97564-1.1.1 Metals Digestion Taylor Gorman 10/31/19 09:36 Digestate from JC97564-1.1
JC97564-1.1.1 Taylor Gorman Metals Digestate Storage 10/31/19 09:36 Return to Storage



JC97564-1.2 Secured Storage Matthew Robbins 10/28/19 19:04 Retrieve from Storage
JC97564-1.2 Matthew Robbins Secured Staging Area 10/28/19 19:04 Return to Storage
JC97564-1.2 Secured Staging Area Elaine Banting 10/29/19 01:53 Retrieve from Storage
JC97564-1.2 Elaine Banting Secured Storage 10/29/19 01:54 Return to Storage



JC97564-2.1 Secured Storage Dwayne Johnson 10/30/19 14:00 Retrieve from Storage
JC97564-2.1 Dwayne Johnson Secured Staging Area 10/30/19 14:00 Return to Storage
JC97564-2.1 Secured Staging Area Taylor Gorman 10/30/19 14:32 Retrieve from Storage
JC97564-2.1 Taylor Gorman Secured Storage 10/31/19 12:35 Return to Storage



JC97564-2.1.1 Taylor Gorman Metals Digestion 10/31/19 09:35 Digestate from JC97564-2.1
JC97564-2.1.1 Metals Digestion Taylor Gorman 10/31/19 09:36 Digestate from JC97564-2.1
JC97564-2.1.1 Taylor Gorman Metals Digestate Storage 10/31/19 09:36 Return to Storage



JC97564-2.2 Secured Storage Matthew Robbins 10/28/19 19:04 Retrieve from Storage
JC97564-2.2 Matthew Robbins Secured Staging Area 10/28/19 19:04 Return to Storage
JC97564-2.2 Secured Staging Area Elaine Banting 10/29/19 01:53 Retrieve from Storage
JC97564-2.2 Elaine Banting Secured Storage 10/29/19 01:54 Return to Storage



JC97564-3.1 Secured Storage Dwayne Johnson 10/30/19 14:00 Retrieve from Storage
JC97564-3.1 Dwayne Johnson Secured Staging Area 10/30/19 14:00 Return to Storage
JC97564-3.1 Secured Staging Area Taylor Gorman 10/30/19 14:32 Retrieve from Storage
JC97564-3.1 Taylor Gorman Secured Storage 10/31/19 12:35 Return to Storage



JC97564-3.1.1 Taylor Gorman Metals Digestion 10/31/19 09:35 Digestate from JC97564-3.1
JC97564-3.1.1 Metals Digestion Taylor Gorman 10/31/19 09:36 Digestate from JC97564-3.1
JC97564-3.1.1 Taylor Gorman Metals Digestate Storage 10/31/19 09:36 Return to Storage



JC97564-3.2 Secured Storage Matthew Robbins 10/28/19 19:04 Retrieve from Storage
JC97564-3.2 Matthew Robbins Secured Staging Area 10/28/19 19:04 Return to Storage
JC97564-3.2 Secured Staging Area Elaine Banting 10/29/19 01:53 Retrieve from Storage
JC97564-3.2 Elaine Banting Secured Storage 10/29/19 01:54 Return to Storage
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QC Evaluation: DOD QSM5.x Limits Page 1 of 3     
Job Number: JC97564
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/28/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18106 SW846 6020B



MP18106-B1 7429-90-5 Aluminum BSP REC 97.8 % 84-117
MP18106-B1 7440-36-0 Antimony BSP REC 92.8 % 85-117
MP18106-B1 7440-38-2 Arsenic BSP REC 90.8 % 84-116
MP18106-B1 7440-39-3 Barium BSP REC 90.6 % 86-114
MP18106-B1 7440-41-7 Beryllium BSP REC 94.9 % 83-121
MP18106-B1 7440-43-9 Cadmium BSP REC 95.1 % 87-115
MP18106-B1 7440-70-2 Calcium BSP REC 99.8 % 87-118
MP18106-B1 7440-47-3 Chromium BSP REC 95.8 % 85-116
MP18106-B1 7440-48-4 Cobalt BSP REC 95.8 % 86-115
MP18106-B1 7440-50-8 Copper BSP REC 94.3 % 85-118
MP18106-B1 7439-89-6 Iron BSP REC 105 % 87-118
MP18106-B1 7439-92-1 Lead BSP REC 101.1 % 88-115
MP18106-B1 7439-95-4 Magnesium BSP REC 97.8 % 83-118
MP18106-B1 7439-96-5 Manganese BSP REC 96.3 % 87-115
MP18106-B1 7440-02-0 Nickel BSP REC 94.5 % 85-117
MP18106-B1 7440-09-7 Potassium BSP REC 96.5 % 87-115
MP18106-B1 7782-49-2 Selenium BSP REC 85 % 80-120
MP18106-B1 7440-22-4 Silver BSP REC 94.4 % 85-116
MP18106-B1 7440-23-5 Sodium BSP REC 98.5 % 85-117
MP18106-B1 7440-28-0 Thallium BSP REC 97.8 % 82-116
MP18106-B1 7440-62-2 Vanadium BSP REC 96.4 % 86-115
MP18106-B1 7440-66-6 Zinc BSP REC 89.6 % 83-119
MP18106-S1* 7429-90-5 Aluminum MS REC 98.2 % 84-117
MP18106-S1* 7440-36-0 Antimony MS REC 93.3 % 85-117
MP18106-S1* 7440-38-2 Arsenic MS REC -75 a % 84-116
MP18106-S1* 7440-39-3 Barium MS REC 89.6 % 86-114
MP18106-S1* 7440-41-7 Beryllium MS REC 94.1 % 83-121
MP18106-S1* 7440-43-9 Cadmium MS REC 96.3 % 87-115
MP18106-S1* 7440-70-2 Calcium MS REC 101.5 % 87-118
MP18106-S1* 7440-47-3 Chromium MS REC 95.9 % 85-116
MP18106-S1* 7440-48-4 Cobalt MS REC 95.4 % 86-115
MP18106-S1* 7440-50-8 Copper MS REC 93.6 % 85-118
MP18106-S1* 7439-89-6 Iron MS REC 105 % 87-118
MP18106-S1* 7439-92-1 Lead MS REC 101 % 88-115
MP18106-S1* 7439-95-4 Magnesium MS REC 98.7 % 83-118
MP18106-S1* 7439-96-5 Manganese MS REC 96.3 % 87-115
MP18106-S1* 7440-02-0 Nickel MS REC 93.7 % 85-117
MP18106-S1* 7440-09-7 Potassium MS REC 97.3 % 87-115
MP18106-S1* 7782-49-2 Selenium MS REC 83 % 80-120
MP18106-S1* 7440-22-4 Silver MS REC 96 % 85-116
MP18106-S1* 7440-23-5 Sodium MS REC 100 % 85-117
MP18106-S1* 7440-28-0 Thallium MS REC 98.3 % 82-116



* Sample used for QC is not from job JC97564
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QC Evaluation: DOD QSM5.x Limits Page 2 of 3     
Job Number: JC97564
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/28/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18106-S1* 7440-62-2 Vanadium MS REC 96 % 86-115
MP18106-S1* 7440-66-6 Zinc MS REC 89 % 83-119
MP18106-S2* 7429-90-5 Aluminum MSD REC 88.7 % 84-117
MP18106-S2* 7429-90-5 Aluminum MSD RPD 10.1 % 20
MP18106-S2* 7440-36-0 Antimony MSD REC 94.6 % 85-117
MP18106-S2* 7440-36-0 Antimony MSD RPD 1.5 % 20
MP18106-S2* 7440-38-2 Arsenic MSD REC 37.5 a % 84-116
MP18106-S2* 7440-38-2 Arsenic MSD RPD 5.3 % 20
MP18106-S2* 7440-39-3 Barium MSD REC 91.9 % 86-114
MP18106-S2* 7440-39-3 Barium MSD RPD 2.3 % 20
MP18106-S2* 7440-41-7 Beryllium MSD REC 95.4 % 83-121
MP18106-S2* 7440-41-7 Beryllium MSD RPD 1.3 % 20
MP18106-S2* 7440-43-9 Cadmium MSD REC 88 % 87-115
MP18106-S2* 7440-43-9 Cadmium MSD RPD 9 % 20
MP18106-S2* 7440-70-2 Calcium MSD REC 102.8 % 87-118
MP18106-S2* 7440-70-2 Calcium MSD RPD .6 % 20
MP18106-S2* 7440-47-3 Chromium MSD REC 90.8 % 85-116
MP18106-S2* 7440-47-3 Chromium MSD RPD 5.4 % 20
MP18106-S2* 7440-48-4 Cobalt MSD REC 94.8 % 86-115
MP18106-S2* 7440-48-4 Cobalt MSD RPD .7 % 20
MP18106-S2* 7440-50-8 Copper MSD REC 94.1 % 85-118
MP18106-S2* 7440-50-8 Copper MSD RPD .5 % 20
MP18106-S2* 7439-89-6 Iron MSD REC 87.5 % 87-118
MP18106-S2* 7439-89-6 Iron MSD RPD 4.6 % 20
MP18106-S2* 7439-92-1 Lead MSD REC 102.1 % 88-115
MP18106-S2* 7439-92-1 Lead MSD RPD 1.1 % 20
MP18106-S2* 7439-95-4 Magnesium MSD REC 97.4 % 83-118
MP18106-S2* 7439-95-4 Magnesium MSD RPD 1.1 % 20
MP18106-S2* 7439-96-5 Manganese MSD REC 92.3 % 87-115
MP18106-S2* 7439-96-5 Manganese MSD RPD 3.5 % 20
MP18106-S2* 7440-02-0 Nickel MSD REC 93.4 % 85-117
MP18106-S2* 7440-02-0 Nickel MSD RPD .3 % 20
MP18106-S2* 7440-09-7 Potassium MSD REC 88.3 % 87-115
MP18106-S2* 7440-09-7 Potassium MSD RPD 5.8 % 20
MP18106-S2* 7782-49-2 Selenium MSD REC 77.8 % 80-120
MP18106-S2* 7782-49-2 Selenium MSD RPD 6.5 % 20
MP18106-S2* 7440-22-4 Silver MSD REC 94.8 % 85-116
MP18106-S2* 7440-22-4 Silver MSD RPD 1.2 % 20
MP18106-S2* 7440-23-5 Sodium MSD REC 94.3 % 85-117
MP18106-S2* 7440-23-5 Sodium MSD RPD 3.4 % 20
MP18106-S2* 7440-28-0 Thallium MSD REC 99.6 % 82-116
MP18106-S2* 7440-28-0 Thallium MSD RPD 1.3 % 20
MP18106-S2* 7440-62-2 Vanadium MSD REC 92 % 86-115
MP18106-S2* 7440-62-2 Vanadium MSD RPD 4.2 % 20
MP18106-S2* 7440-66-6 Zinc MSD REC 86 % 83-119



* Sample used for QC is not from job JC97564
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QC Evaluation: DOD QSM5.x Limits Page 3 of 3     
Job Number: JC97564
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/28/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18106-S2* 7440-66-6 Zinc MSD RPD 3.3 % 20



GN1776 SW846 7196A



GN1776-B1 18540-29-9 Chromium, Hexavalent BSP REC 100 % 90-111
GN1776-S1 18540-29-9 Chromium, Hexavalent MS REC 95.9 % 90-111
GN1776-D1 18540-29-9 Chromium, Hexavalent DUP RPD 27.8 b % 20



(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery
information.



(b) RPD acceptable due to low duplicate and sample concentrations.



* Sample used for QC is not from job JC97564
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SGS North America Inc.



Metals Analysis



QC Data Summaries



Includes the following where applicable:



• Instrument Runlogs
• Initial and Continuing Calibration Blanks
• Initial and Continuing Calibration Checks
• High and Low Check Standards
• Interfering Element Check Standards
• Method Blank Summaries
• Matrix Spike and Duplicate Summaries
• Blank Spike and Lab Control Sample Summaries
• Serial Dilution Summaries
• IDL and Linear Range Summaries



Dayton, NJ
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



13:02  MA47741-STD1    1                 See rerun, sample intro not stable. 



13:07  MA47741-STD2    1                 See rerun, sample intro not stable. 



13:12  MA47741-STD3    1                 See rerun, sample intro not stable. 



13:17  MA47741-STD4    1                 STDB 



13:22  MA47741-STD5    1                 STDC 



13:27  MA47741-STD6    1                 STDD 



13:32  MA47741-STD7    1                 STDE 



13:37  MA47741-STD8    1                 STDF 



13:42  MA47741-STD9    1                 STDG 



13:47  MA47741-STD10   1                 STDH 



13:52  MA47741-STD11   1                 STDI 



13:57  MA47741-STD12   1                 STDJ 



14:02  MA47741-STD13   1                 STDA 



14:08  MA47741-ICVA1   1                  



14:13  MA47741-ICV1    1                 60ppb Al. 



14:23  MA47741-ICB1    1                  



14:30  MA47741-CCVA1   1                  



14:35  MA47741-CCB1    1                  



14:40  MA47741-CRI1    1                  



14:49  ZZZZZZ          1                  



15:00  MA47741-ICSA1   1                  



15:05  MA47741-ICSAB1  1                  



15:10  ZZZZZZ          1                  



15:15  MA47741-CCVA2   1                  



15:20  MA47741-CCB2    1                  



15:25  ZZZZZZ          5                  



15:30  ZZZZZZ          5                  



15:35  MP18010A-PS1    5                 Wrong spike amount 



15:40  ZZZZZZ          5                  



15:45  ZZZZZZ          5                  



15:50  MP18012A-PS1    5                 Wrong spike amount 



15:55  ZZZZZZ          1                  



16:00  ZZZZZZ          1                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



16:05  MP18078-S1      3                 To reanalysis for Ni and Zn with QC sample 



16:10  MP18078-S2      3                 To reanalysis for Ni and Zn with QC sample 



16:15  MA47741-CCVA3   1                  



16:20  MA47741-CCB3    1                  



16:25  TD46661-1       3                 (sample used for QC only; not part of login JC97564) 



16:30  ZZZZZZ          3                  



16:35  ZZZZZZ          10                 



16:40  MP18041-MB1     2                 CCV high RSD. Cu high 



16:46  MP18041-B1      2                 CCV high RSD 



16:51  ZZZZZZ          2                  



16:56  ZZZZZZ          2                  



17:01  MP18077A-MB1    2                 CCV high RSD 



17:06  MP18077A-MB2    2                 CCV high RSD 



17:11  MP18077A-B2     2                 CCV high RSD 



17:16  MA47741-CCVA4   1                 High RSD on Tune2 elements 



17:21  MA47741-CCB4    1                  



17:26  ZZZZZZ          2                  



17:31  MA47741-CCVA5   1                  



17:36  MA47741-CCB5    1                  



17:41  MP18077A-B3     25                 



17:46  MP18077A-S3     2                  



17:51  MP18077A-S4     2                  



17:56  JC97300-1       2                 (sample used for QC only; not part of login JC97564) 



18:01  MP18077A-SD1    10                 



18:06  ZZZZZZ          2                  



18:11  ZZZZZZ          2                  



18:16  ZZZZZZ          2                  



18:21  ZZZZZZ          2                  



18:26  MA47741-CCVA6   1                  



18:31  MA47741-CCB6    1                  



18:36  ZZZZZZ          2                  



18:41  ZZZZZZ          2                  



18:46  ZZZZZZ          2                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



18:51  ZZZZZZ          2                  



18:56  ZZZZZZ          2                  



19:01  ZZZZZZ          2                  



19:06  ZZZZZZ          2                  



19:11  ZZZZZZ          2                  



19:16  ZZZZZZ          2                  



19:21  ZZZZZZ          2                  



19:26  MA47741-CCVA7   1                  



19:31  MA47741-CCB7    1                  



19:36  ZZZZZZ          2                  



19:41  ZZZZZZ          2                  



19:46  MP18106-MB1     2                 Cu too neg. 



19:51  MP18106-B1      2                  



19:56  MP18106-S1      2                 As=1.6ppm 



20:01  MP18106-S2      2                 High RSD. As=1.6ppm 



20:06  JC97513-19      2                 (sample used for QC only; not part of login JC97564) 



20:11  MP18106-SD1     10                As=1.6ppm 



20:16  ZZZZZZ          2                  



20:21  ZZZZZZ          2                  



20:26  MA47741-CCVA8   1                  



20:31  MA47741-CCB8    1                  



20:37  ZZZZZZ          2                  



20:42  ZZZZZZ          2                  



20:47  JC97564-3       2                 Cu?? 



20:52  ZZZZZZ          2                  



20:57  ZZZZZZ          2                  



21:02  ZZZZZZ          2                  



21:07  ZZZZZZ          2                  



21:12  ZZZZZZ          2                  



21:17  MA47741-CCVA9   1                  



21:22  MA47741-CCB9    1                  



21:27  ZZZZZZ          2                  



21:32  ZZZZZZ          2                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



21:37  JC97564-1       2                 Ca and Na overrange 



21:42  JC97564-2       2                  
----------->   Last reportable sample/prep for job JC97564 



21:47  ZZZZZZ          2                  



21:52  MP18041-S1      2                  



21:57  MP18041-S2      2                  



22:02  MP18041-SD1     10                JC97278-1 used 



22:07  MA47741-CCVA10  1                  



22:12  MA47741-CCB10   1                  
----------->   Last reportable CCB for job JC97564      



22:17  JC97283-1       2                 (sample used for QC only; not part of login JC97564) 



22:22  ZZZZZZ          2                  



22:27  ZZZZZZ          2                  



22:32  ZZZZZZ          2                  



22:37  ZZZZZZ          2                  



22:42  ZZZZZZ          2                  



22:47  ZZZZZZ          2                  



22:52  ZZZZZZ          2                  



22:57  MA47741-CCVA11  1                  



23:02  MA47741-CCB11   1                  



23:07  ZZZZZZ          2                  



23:12  ZZZZZZ          2                  



23:17  ZZZZZZ          2                  



23:22  ZZZZZZ          2                  



23:27  ZZZZZZ          2                  



23:32  ZZZZZZ          2                  



23:37  ZZZZZZ          2                  



23:42  ZZZZZZ          2                  



23:47  MP18106-MB1     1                  



23:52  ZZZZZZ          1                  



23:57  MA47741-CCVA12  1                  



00:02  MA47741-CCB12   1                  



00:07  ZZZZZZ          1                  



00:12  ZZZZZZ          1                  



00:17  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.
_________________________________________________________________________________________________________
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



14:08  MA47741-ICVA1   1        X X X X X X X X X X X X X X X X X X X X X 



14:13  MA47741-ICV1    1        X                                         



14:23  MA47741-ICB1    1        X X X X X X X X X X X X X X X X X X X X X 



14:30  MA47741-CCVA1   1        X X X X X X X X X X X X X X X X X X X X X 



14:35  MA47741-CCB1    1        X X X X X X X X X X X X X X X X X X X X X 



14:40  MA47741-CRI1    1        X X X X X X X X X X X X X X X X X X X X X 



14:49  ZZZZZZ          1        



15:00  MA47741-ICSA1   1        X X X X X X X X X X X X X X X X X X X X X 



15:05  MA47741-ICSAB1  1        X X X X X X X X X X X X X X X X X X X X X 



15:10  ZZZZZZ          1        



15:15  MA47741-CCVA2   1        X X X X X X X X X X X X X X X X X X X X X 



15:20  MA47741-CCB2    1        X X X X X X X X X X X X X X X X X X X X X 



15:25  ZZZZZZ          5        



15:30  ZZZZZZ          5        



15:35  MP18010A-PS1    5        Wrong spike amount



15:40  ZZZZZZ          5        



15:45  ZZZZZZ          5        



15:50  MP18012A-PS1    5        Wrong spike amount



15:55  ZZZZZZ          1        



16:00  ZZZZZZ          1        



16:05  MP18078-S1      3              X                                   



16:10  MP18078-S2      3              X                                   



16:15  MA47741-CCVA3   1        X X X X X X X X X X X X X X X X X X X X X 



16:20  MA47741-CCB3    1        X X X X X X X X X X X X X X X X X X X X X 



16:25  TD46661-1       3        CCV high RSD



16:30  ZZZZZZ          3        



16:35  ZZZZZZ          10       



16:40  MP18041-MB1     2            X X X           X           X   X     



16:46  MP18041-B1      2          X   X X           X           X   X     



16:51  ZZZZZZ          2        



16:56  ZZZZZZ          2        



17:01  MP18077A-MB1    2          X                             X   X     



17:06  MP18077A-MB2    2          X                             X   X     



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



17:11  MP18077A-B2     2          X                             X   X     



17:16  MA47741-CCVA4   1        X X X X X X X X X X X X X X X X X X X X X 



17:21  MA47741-CCB4    1        X X X X X X X X X X X X X X X X X X X X X 



17:26  ZZZZZZ          2        



17:31  MA47741-CCVA5   1        X X X X X X X X X X X X X X X X X X X X X 



17:36  MA47741-CCB5    1        X X X X X X X X X X X X X X X X X X X X X 



17:41  MP18077A-B3     25       X X X     X                   X X   X X   



17:46  MP18077A-S3     2        X X X     X                   X X   X X   



17:51  MP18077A-S4     2        X X X     X                   X X   X X   



17:56  JC97300-1       2          X X     X                   X X   X     (a)



18:01  MP18077A-SD1    10       X X X     X                   X X   X X   



18:06  ZZZZZZ          2        



18:11  ZZZZZZ          2        



18:16  ZZZZZZ          2        



18:21  ZZZZZZ          2        



18:26  MA47741-CCVA6   1        X X X X X X X X X X X X X X X X X X X X X 



18:31  MA47741-CCB6    1        X X X X X X X X X X X X X X X X X X X X X 



18:36  ZZZZZZ          2        



18:41  ZZZZZZ          2        



18:46  ZZZZZZ          2        



18:51  ZZZZZZ          2        



18:56  ZZZZZZ          2        



19:01  ZZZZZZ          2        



19:06  ZZZZZZ          2        



19:11  ZZZZZZ          2        



19:16  ZZZZZZ          2        



19:21  ZZZZZZ          2        



19:26  MA47741-CCVA7   1        X X X X X X X X X X X X X X X X X X X X X 



19:31  MA47741-CCB7    1        X X X X X X X X X X X X X X X X X X X X X 



19:36  ZZZZZZ          2        



19:41  ZZZZZZ          2        



19:46  MP18106-MB1     2        X X X X X X X X X X X X X X X X X X X X X 



19:51  MP18106-B1      2        X X X X X X X X X X X X X X X X X X X X X 



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



19:56  MP18106-S1      2        X X   X X X X X X X X X X X X X X X X X X 



20:01  MP18106-S2      2          X   X X   X       X           X   X     



20:06  JC97513-19      2                                                  (a)



20:11  MP18106-SD1     10       X X   X X X X X X X X X X X X X X X X X X 



20:16  ZZZZZZ          2        



20:21  ZZZZZZ          2        



20:26  MA47741-CCVA8   1        X X X X X X X X X X X X X X X X X X X X X 



20:31  MA47741-CCB8    1        X X X X X X X X X X X X X X X X X X X X X 



20:37  ZZZZZZ          2        



20:42  ZZZZZZ          2        



20:47  JC97564-3       2        X X X X X X X X X X X X X X X X X X X X X 



20:52  ZZZZZZ          2        



20:57  ZZZZZZ          2        



21:02  ZZZZZZ          2        



21:07  ZZZZZZ          2        



21:12  ZZZZZZ          2        



21:17  MA47741-CCVA9   1        X X X X X X X X X X X X X X X X X X X X X 



21:22  MA47741-CCB9    1        X X X X X X X X X X X X X X X X X X X X X 



21:27  ZZZZZZ          2        



21:32  ZZZZZZ          2        



21:37  JC97564-1       2        X X X X X X   X X X X X X X X X X   X X X 



21:42  JC97564-2       2        X X X X X X X X X X X X X X X X X X X X X 



21:47  ZZZZZZ          2        



21:52  MP18041-S1      2        X X X X X X X   X X X X X X X X X X X X X 



21:57  MP18041-S2      2        X X X X X X X   X X X X X X X X X X X X X 



22:02  MP18041-SD1     10       JC97278-1 used



22:07  MA47741-CCVA10  1        X X X X X X X X X X X X X X X X X X X X X 



22:12  MA47741-CCB10   1        X X X X X X X X X X X X X X X X X X X X X 



22:17  JC97283-1       2        X X X X X X X   X X X X X X X X X X X X X (a)



22:22  ZZZZZZ          2        



22:27  ZZZZZZ          2        



22:32  ZZZZZZ          2        



22:37  ZZZZZZ          2        



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



22:42  ZZZZZZ          2        



22:47  ZZZZZZ          2        



22:52  ZZZZZZ          2        



22:57  MA47741-CCVA11  1        X X X X X X X X X X X X X X X X X X X X X 



23:02  MA47741-CCB11   1        X X X X X X X X X X X X X X X X X X X X X 



23:07  ZZZZZZ          2        



23:12  ZZZZZZ          2        



23:17  ZZZZZZ          2        



23:22  ZZZZZZ          2        



23:27  ZZZZZZ          2        



23:32  ZZZZZZ          2        



23:37  ZZZZZZ          2        



23:42  ZZZZZZ          2        



23:47  MP18106-MB1     1        



23:52  ZZZZZZ          1        



23:57  MA47741-CCVA12  1        X X X X X X X X X X X X X X X X X X X X X 



00:02  MA47741-CCB12   1        X X X X X X X X X X X X X X X X X X X X X 



00:07  ZZZZZZ          1        



00:12  ZZZZZZ          1        



00:17  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97564.



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



13:02  MA47741-STD1   No results reported for the elements associated with this internal standard.



13:07  MA47741-STD2   No results reported for the elements associated with this internal standard.



13:12  MA47741-STD3   No results reported for the elements associated with this internal standard.



13:17  MA47741-STD4   103.946   107.429   98.983    101.273   106.167   99.892    101.705   104.992   



13:22  MA47741-STD5   105.537   108.576   98.208    99.239    105.559   99.902    100.391   105.941   



13:27  MA47741-STD6   106.823   110.801   97.737    98.105    107.085   99.231    98.63     106.722   



13:32  MA47741-STD7   105.894   108.255   97.858    98.303    106.311   98.076    98.051    105.409   



13:37  MA47741-STD8   104.689   107.469   96.927    97.795    105.367   97.834    98.386    106.192   



13:42  MA47741-STD9   103.176   106.568   96.483    97.889    104.021   97.66     98.458    104.048   



13:47  MA47741-STD10  104.178   107.405   97.92     98.395    105.698   98.367    99.284    105.143   



13:52  MA47741-STD11  104.924   108.619   98.699    98.743    104.149   99.258    99.012    104.386   



13:57  MA47741-STD12  104.281   108.481   98.063    98.102    105.338   98.33     97.911    103.926   



14:02  MA47741-STD13  100       100       100       100       100       100       100       100       



14:08  MA47741-ICVA1  99.752    100.565   100.515   100.484   100.982   99.747    99.882    101.178   



14:13  MA47741-ICV1   99.906    99.926    99.855    99.67     100.202   99.032    99.494    100.045   



14:23  MA47741-ICB1   100.051   99.364    102.635   101.423   99.795    101.322   100.49    99.026    



14:30  MA47741-CCVA1  98.7      100.604   103.71    101.719   100.532   100.91    100.138   100.195   



14:35  MA47741-CCB1   97.083    97.837    101.16    100.15    98.086    100.502   99.817    97.749    



14:40  MA47741-CRI1   99.498    100.667   101.575   99.803    100.573   102.384   99.74     100.525   



14:49  ZZZZZZ         100.272   100.355   102.959   101.42    99.99     101.731   100.51    100.869   



15:00  MA47741-ICSA1  95.215    96.215    100.84    99.918    98.117    98.856    97.806    93.709    



15:05  MA47741-ICSAB1 94.924    96.919    98.694    99.933    98.808    97.283    98.373    94.28     



15:10  ZZZZZZ         97.913    98.05     96.767    99.532    98.634    95.44     100.579   99.019    



15:15  MA47741-CCVA2  96.902    97.868    96.337    99.82     98.243    96.833    98.487    98.705    



15:20  MA47741-CCB2   77.284    78.84     96.62     99.234    78.669    97.19     100.308   77.65     



15:25  ZZZZZZ         99.967    100.448   98.189    101.105   101.386   98.743    100.919   100.766   



15:30  ZZZZZZ         97.573    101.361   100.384   103.076   100.848   98.999    100.722   101.228   



15:35  MP18010A-PS1   No results reported for the elements associated with this internal standard.



15:40  ZZZZZZ         99.658    102.169   94.906    103.819   102.414   96.457    102.777   101.714   



15:45  ZZZZZZ         99.055    102.24    102.377   104.437   102.782   100.651   102.492   102.705   



15:50  MP18012A-PS1   No results reported for the elements associated with this internal standard.



15:55  ZZZZZZ         100.163   102.421   103.358   104.798   102.995   102.63    104.416   103.174   



16:00  ZZZZZZ         99.141    103.779   104.603   105.586   102.864   102.43    103.982   103.65    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



16:05  MP18078-S1     95.587    100.327   100.384   102.785   101.184   99.873    101.966   100.567   



16:10  MP18078-S2     95.13     100.24    100.89    102.799   101.211   99.382    100.526   100.861   



16:15  MA47741-CCVA3  97.375    100.224   99.915    101.762   100.22    98.703    100.032   99.908    



16:20  MA47741-CCB3   96.258    98.237    97.779    101.083   97.974    97.296    100.284   97.566    



16:25  TD46661-1      No results reported for the elements associated with this internal standard.



16:30  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:35  ZZZZZZ         99.372    102.564   101.778   101.075   101.695   100.419   99.932    101.397   



16:40  MP18041-MB1    102.158   101.821   97.724    105.577   108.323   103.679   109.931   107.496   



16:46  MP18041-B1     98.874    99.599    97.083    105.147   105.06    101.162   108.39    103.935   



16:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:01  MP18077A-MB1   98.454    99.073    97.131    104.079   103.182   100.857   106.066   103.768   



17:06  MP18077A-MB2   98.814    99.972    95.906    106.078   107.78    104.496   111.181   107.473   



17:11  MP18077A-B2    98.143    99.789    97.118    106.037   105.787   102.924   110.52    106.015   



17:16  MA47741-CCVA4  98.759    100.768   97.305    113.021   100.663   96.696    107.224   100.691   



17:21  MA47741-CCB4   98.727    99.378    98.828    92.313    99.007    98.035    93.342    98.394    



17:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:31  MA47741-CCVA5  99.627    101.755   103.003   103.163   100.798   100.849   100.252   101.01    



17:36  MA47741-CCB5   99.734    98.944    98.807    101.828   98.629    97.993    100.935   97.783    



17:41  MP18077A-B3    99.061    100.195   100.156   102.423   99.816    97.189    100.527   99.245    



17:46  MP18077A-S3    94.149    98.609    95.658    102.568   101.118   97.544    103.389   100.133   



17:51  MP18077A-S4    94.609    99.219    94.906    101.94    101.205   97.292    102.653   100.867   



17:56  JC97300-1      94.97     97.814    93.229    100.098   99.697    97.716    101.898   98.381    



18:01  MP18077A-SD1   92.919    91.646    99.633    99.452    92.154    96.738    97.787    91.8      



18:06  ZZZZZZ         98.944    97.115    93.871    102.624   102.184   99.941    105.338   101.577   



18:11  ZZZZZZ         97.905    97.077    93.808    101.22    103.091   100.076   106.007   102.565   



18:16  ZZZZZZ         97.982    96.999    92.94     101.991   103.061   100.349   105.785   102.647   



18:21  ZZZZZZ         98.325    96.44     93.093    100.665   101.536   99.018    105.601   101.4     



18:26  MA47741-CCVA6  97.617    96.917    96.691    98.411    95.45     95.429    96.31     95.994    



18:31  MA47741-CCB6   96.735    95.624    95.757    97.777    94.266    94.818    96.989    94.209    



18:36  ZZZZZZ         98.228    96.489    87.423    102.284   102.631   92.987    106.689   101.932   



18:41  ZZZZZZ         97.699    95.737    94.182    97.913    101.702   99.391    102.622   100.783   



18:46  ZZZZZZ         98.449    96.999    93.225    101.74    103.332   99.488    106.764   101.69    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



18:51  ZZZZZZ         97.081    95.436    93.22     95.853    101.983   98.911    102.14    101.004   



18:56  ZZZZZZ         97.395    95.218    92.175    99.277    101.091   98.566    105.224   100.964   



19:01  ZZZZZZ         97.777    95.186    91.639    99.779    101.938   96.913    105.126   100.233   



19:06  ZZZZZZ         96.801    94.301    91.45     98.754    100.93    97.217    103.176   99.898    



19:11  ZZZZZZ         97.021    94.499    91.458    98.517    99.529    96.652    103.492   98.642    



19:16  ZZZZZZ         97.275    94.33     91.133    99.366    100.505   95.831    104.211   99.047    



19:21  ZZZZZZ         96.23     93.624    90.105    97.561    99.653    95.568    102.744   98.337    



19:26  MA47741-CCVA7  94.626    93.125    92.507    95.136    91.392    91.303    93.497    91.907    



19:31  MA47741-CCB7   95.018    92.533    92.921    93.897    91.779    91.11     93.288    90.724    



19:36  ZZZZZZ         93.592    91.277    89.823    97.445    94.933    94.383    102.004   95.149    



19:41  ZZZZZZ         92.943    93.917    89.656    96.557    97.439    93.043    99.996    96.034    



19:46  MP18106-MB1    94.603    92.73     91.173    98.394    97.507    95.944    103.419   96.958    



19:51  MP18106-B1     95.496    93.19     90.963    98.223    97.029    93.666    101.353   96.408    



19:56  MP18106-S1     93.946    93.276    89.764    97.903    99.319    96.635    102.623   98.081    



20:01  MP18106-S2     94.031    92.871    83.056    90.602    99.11     90.104    96.074    98.506    



20:06  JC97513-19     92.511    91.914    88.841    97.004    97.337    93.13     102.043   96.358    



20:11  MP18106-SD1    94.156    94.511    92.992    95.535    92.344    91.87     94.345    91.849    



20:16  ZZZZZZ         93.012    92.022    89.393    96.603    96.639    94.383    102.185   94.803    



20:21  ZZZZZZ         93.211    91.601    89.205    95.703    97.31     93.994    101.952   96.671    



20:26  MA47741-CCVA8  95.032    94.94     92.925    93.547    93.432    90.788    91.393    93.384    



20:31  MA47741-CCB8   93.237    95.145    91.912    93.189    91.053    89.648    91.427    90.304    



20:37  ZZZZZZ         94.446    91.626    88.352    95.632    96.007    92.981    101.837   94.664    



20:42  ZZZZZZ         94.577    92.176    89.098    96.79     96.93     93.989    102.918   95.717    



20:47  JC97564-3      94.959    91.754    87.778    95.635    98.796    94.115    102.008   97.783    



20:52  ZZZZZZ         92.118    90.119    87.561    94.115    95.897    92.585    99.558    93.557    



20:57  ZZZZZZ         90.075    89.783    86.791    95.564    94.034    91.537    101.808   93.738    



21:02  ZZZZZZ         90.576    89.647    87.212    95.763    94.3      92.919    101.649   93.718    



21:07  ZZZZZZ         91.275    90.052    86.038    95.533    96.664    92.819    102.326   96.632    



21:12  ZZZZZZ         91.907    90.477    87.101    95.554    95.649    91.87     100.538   94.447    



21:17  MA47741-CCVA9  93.075    93.935    94.454    95.165    91.798    91.404    91.486    92.056    



21:22  MA47741-CCB9   92.423    91.772    92.004    93.63     89.501    89.716    91.244    89.152    



21:27  ZZZZZZ         92.546    90.234    88.287    95.542    94.887    92.271    100.453   93.387    



21:32  ZZZZZZ         93.738    90.857    88.954    95.866    94.952    91.286    101.206   94.3      
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



21:37  JC97564-1      89.489    89.537    86.109    94.415    92.787    88.698    98.358    91.647    



21:42  JC97564-2      91.624    90.522    88.38     96.417    94.478    92.935    100.013   93.371    



21:47  ZZZZZZ         90.944    90.338    87.567    95.204    95.824    90.535    99.775    94.3      



21:52  MP18041-S1     89.098    89.613    87.731    94.426    92.943    89.968    98.62     92.612    



21:57  MP18041-S2     88.4      88.92     86.547    94.242    92.397    88.287    97.491    92.669    



22:02  MP18041-SD1    No results reported for the elements associated with this internal standard.



22:07  MA47741-CCVA10 89.439    91.047    90.028    92.009    89.157    87.345    90.137    88.832    



22:12  MA47741-CCB10  89.19     89.849    88.663    91.139    88.293    87.202    88.783    87.864    



22:17  JC97283-1      89.092    89.171    86.701    92.555    91.441    88.478    97.89     91.378    



22:22  ZZZZZZ         87.251    87.82     84.897    92.703    90.66     87.685    96.274    89.995    



22:27  ZZZZZZ         88.717    87.935    86.02     92.172    90.922    87.416    96.713    90.413    



22:32  ZZZZZZ         87.029    87.405    86.155    91.468    90.454    88.833    97.056    90.078    



22:37  ZZZZZZ         88.039    87.368    84.81     90.643    89.173    86.83     96.787    89.392    



22:42  ZZZZZZ         87.738    88.536    84.887    91.744    91.304    88.052    97.504    91.003    



22:47  ZZZZZZ         87.072    87.859    84.549    91.996    91.467    87.931    97.826    90.049    



22:52  ZZZZZZ         86.963    87.836    84.398    90.167    90.598    86.823    96.285    90.003    



22:57  MA47741-CCVA11 86.445    87.841    87.022    88.327    86.513    84.831    85.794    86.928    



23:02  MA47741-CCB11  86.143    86.268    86.119    87.622    86.145    84.297    86.748    85.23     



23:07  ZZZZZZ         87.559    86.515    83.721    89.643    88.373    86.761    96.594    87.896    



23:12  ZZZZZZ         86.425    87.055    83.953    89.741    90.469    85.919    96.211    89.741    



23:17  ZZZZZZ         87.035    86.728    82.511    88.002    89.495    84.828    96.117    88.818    



23:22  ZZZZZZ         86.004    85.926    75.138    88.335    88.207    78.741    97.408    87.931    



23:27  ZZZZZZ         85.661    85.867    82.937    88.628    87.898    85.378    94.574    88.089    



23:32  ZZZZZZ         86.113    86.682    83.516    89.857    89.277    87.253    96.636    88.476    



23:37  ZZZZZZ         86.015    87.13     82.541    88.762    87.856    84.297    94.489    87.762    



23:42  ZZZZZZ         86.73     86.107    82.709    88.272    89.125    84.395    95.171    87.585    



23:47  MP18106-MB1    No results reported for the elements associated with this internal standard.



23:52  ZZZZZZ         87.651    86.436    84.877    86.328    84.623    82.593    84.352    83.65     



23:57  MA47741-CCVA12 85.853    86.32     84.314    85.26     85.058    81.913    83.95     84.892    



00:02  MA47741-CCB12  85.972    85.029    84.042    86.562    83.678    81.761    85.335    83.217    



00:07  ZZZZZZ         85.396    86.038    84.92     85.48     84.715    82.787    84.796    84.269    



00:12  ZZZZZZ         85.734    85.917    85.494    85.39     84.422    83.167    84.326    84.409    



00:17  ZZZZZZ         86.064    86.152    85.912    86.679    84.848    82.942    84.908    84.596    



! = Outside limits.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (72-1)         60-125 %   60-125 %  
Istd#6  Germanium (72-2)         60-125 %   60-125 %  
Istd#7  Germanium (72-3)         60-125 %   60-125 %  
Istd#8  Germanium (74-1)         60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



13:02  MA47741-STD1   No results reported for the elements associated with this internal standard.



13:07  MA47741-STD2   No results reported for the elements associated with this internal standard.



13:12  MA47741-STD3   No results reported for the elements associated with this internal standard.



13:17  MA47741-STD4   99.966    100.915   106.603   99.221    101.949   105.183   100.116   107.339   



13:22  MA47741-STD5   99.679    99.645    107.559   100.084   100.164   106.482   99.941    108.173   



13:27  MA47741-STD6   99.371    98.297    108.658   99.084    99.195    107.721   98.598    110.254   



13:32  MA47741-STD7   98.984    97.977    106.597   99.268    99.378    106.175   98.146    108.785   



13:37  MA47741-STD8   98.815    96.896    107.32    98.227    98.823    106.041   97.413    106.98    



13:42  MA47741-STD9   97.405    97.918    104.9     97.415    98.621    104.659   97.426    106.513   



13:47  MA47741-STD10  98.924    99.529    105.056   98.006    99.422    104.684   98.128    108.104   



13:52  MA47741-STD11  99.251    97.946    104.08    97.977    97.53     104.061   98.053    109.31    



13:57  MA47741-STD12  98.11     96.669    103.081   96.307    95.82     103.763   96.959    107.758   



14:02  MA47741-STD13  100       100       100       100       100       100       100       100       



14:08  MA47741-ICVA1  100.497   100.357   97.793    98.705    97.221    100.266   99.193    99.34     



14:13  MA47741-ICV1   100.271   100.063   100.314   100.172   99.491    100.285   99.768    101.232   



14:23  MA47741-ICB1   102.41    100.408   99.5      101.625   99.163    100.456   102.26    101.263   



14:30  MA47741-CCVA1  101.649   100.75    98.505    100.116   96.408    100.179   101.029   101.038   



14:35  MA47741-CCB1   101.753   100.693   98.287    100.583   99.067    98.319    100.22    98.366    



14:40  MA47741-CRI1   101.713   99.457    100.216   101.391   99.536    100.338   101.715   100.484   



14:49  ZZZZZZ         102.201   101.269   100.208   101.228   100.113   100.566   101.427   100.651   



15:00  MA47741-ICSA1  96.632    93.342    88.448    89.597    86.555    91.173    92.246    97.968    



15:05  MA47741-ICSAB1 95.074    94.061    88.913    89.535    87.573    92.053    90.19     97.472    



15:10  ZZZZZZ         97.305    99.981    98.437    98.823    100.345   99.349    97.449    100.971   



15:15  MA47741-CCVA2  97.882    98.701    96.442    96.499    97.184    99.351    95.703    100.044   



15:20  MA47741-CCB2   98.269    99.974    79.659    99.266    100.399   81.85     97.257    79.835    



15:25  ZZZZZZ         99.339    100.66    102.149   100.559   101.328   102.64    98.84     102.322   



15:30  ZZZZZZ         100.297   100.93    100.262   100.295   99.729    101.994   99.532    103.333   



15:35  MP18010A-PS1   No results reported for the elements associated with this internal standard.



15:40  ZZZZZZ         96.919    103.18    101.924   97.244    102.594   102.648   95.592    102.366   



15:45  ZZZZZZ         101.307   102.15    101.544   100.935   100.822   102.526   100.186   103.487   



15:50  MP18012A-PS1   No results reported for the elements associated with this internal standard.



15:55  ZZZZZZ         104.025   103.931   102.599   103.158   103.163   102.897   101.82    103.18    



16:00  ZZZZZZ         103.564   103.976   102.225   102.929   102.23    103.141   102.128   103.627   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



16:05  MP18078-S1     101.114   102.227   99.102    98.963    99.009    101.077   99.176    102.314   



16:10  MP18078-S2     100.581   101.622   98.671    98.945    98.524    101.262   99.366    101.681   



16:15  MA47741-CCVA3  100.206   100.172   98.827    98.526    97.964    100.302   97.897    101.922   



16:20  MA47741-CCB3   98.542    99.42     98.987    99.11     99.057    99.266    97.706    101.126   



16:25  TD46661-1      No results reported for the elements associated with this internal standard.



16:30  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:35  ZZZZZZ         101.664   99.277    97.607    98.575    94.529    100.678   99.642    104.159   



16:40  MP18041-MB1    103.063   110.233   102.077   100.221   103.686   103.26    97.579    107.061   



16:46  MP18041-B1     102.64    109.343   98.513    98.404    101.767   100.712   96.047    105.282   



16:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:01  MP18077A-MB1   101.684   105.845   98.989    98.867    103.108   100.979   95.732    105.249   



17:06  MP18077A-MB2   105.985   110.54    99.754    98.833    103.33    101.764   95.926    105.681   



17:11  MP18077A-B2    102.676   110.136   98.499    98.147    101.514   100.829   96.182    105.091   



17:16  MA47741-CCVA4  97.579    107.779   98.195    95.034    106.693   100.34    94.8      103.741   



17:21  MA47741-CCB4   99.214    93.758    98.279    98.778    91.64     99.563    97.301    102.025   



17:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:31  MA47741-CCVA5  101.891   100.984   98.934    100.117   98.151    100.087   99.435    103.641   



17:36  MA47741-CCB5   98.094    100.379   97.466    97.454    99.35     98.587    96.728    100.5     



17:41  MP18077A-B3    99.253    100.57    98.072    98.293    99.147    99.39     97.131    101.248   



17:46  MP18077A-S3    99.115    102.071   88.968    89.012    90.586    93.105    89.68     101.7     



17:51  MP18077A-S4    98.559    102.066   89.079    88.212    90.829    92.971    88.656    99.023    



17:56  JC97300-1      97.251    100.772   87.356    87.48     90.761    91.187    88.176    98.53     



18:01  MP18077A-SD1   97.923    96.586    86.903    94.817    94.224    89        95.573    92.127    



18:06  ZZZZZZ         100.338   105.613   96.029    95.182    100.044   97.019    92.384    100.393   



18:11  ZZZZZZ         101.243   106.353   94.222    93.875    97.76     96.255    92.091    101.547   



18:16  ZZZZZZ         100.575   105.322   93.255    93.108    97.594    95.291    91.66     100.978   



18:21  ZZZZZZ         99.989    105.322   92.588    92.61     97.635    95.407    90.984    99.9      



18:26  MA47741-CCVA6  95.554    97.17     92.66     93.741    94.76     94.716    93.572    98.408    



18:31  MA47741-CCB6   95.214    96.682    93.32     94.394    96.29     93.929    93.537    96.814    



18:36  ZZZZZZ         94.51     106.621   94.459    88.432    99.389    95.561    85.699    100.19    



18:41  ZZZZZZ         100.434   101.954   91.963    92.59     92.869    94.187    91.251    99.853    



18:46  ZZZZZZ         100.88    105.971   92.693    92.983    97.505    95.279    91.355    100.742   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



18:51  ZZZZZZ         99.738    101.723   92.041    91.366    91.22     94.3      90.474    99.59     



18:56  ZZZZZZ         98.804    105.486   91.463    91.83     95.633    94.633    90.539    99.236    



19:01  ZZZZZZ         98.066    104.766   91.145    91.472    96.628    94.658    90.021    99.16     



19:06  ZZZZZZ         98.28     103.256   91.264    90.514    95.74     93.858    89.439    99.924    



19:11  ZZZZZZ         97.605    104.211   90.43     90.035    94.303    93.259    88.766    99.02     



19:16  ZZZZZZ         97.022    104.214   91.348    90.457    94.794    93.336    88.857    99.224    



19:21  ZZZZZZ         97.006    102.616   90.172    90.125    94.929    92.745    88.781    98.267    



19:26  MA47741-CCVA7  92.079    93.687    88.566    90.623    92.053    91.023    89.966    95.383    



19:31  MA47741-CCB7   91.925    93.436    90.657    91.606    93.513    90.871    89.919    95.842    



19:36  ZZZZZZ         95.604    100.853   86.279    88.412    92.371    89.969    87.571    96.626    



19:41  ZZZZZZ         93.768    99.299    86.815    86.641    89.967    89.26     85.734    97.042    



19:46  MP18106-MB1    96.829    103.475   90.793    91.363    96.105    91.87     88.57     98.854    



19:51  MP18106-B1     94.58     100.976   90.755    89.779    94.144    92.185    88.795    98.458    



19:56  MP18106-S1     96.61     102.992   89.136    89.588    93.188    91.367    87.668    98.633    



20:01  MP18106-S2     90.855    96.755    89.409    82.506    86.555    92.225    81.106    97.968    



20:06  JC97513-19     94.263    102.468   89.224    88.689    93.529    91.701    87.437    98.641    



20:11  MP18106-SD1    92.813    93.805    90.894    91.365    93.236    92.65     91.602    97.079    



20:16  ZZZZZZ         95.387    101.64    89.507    89.211    93.559    90.576    87.511    97.981    



20:21  ZZZZZZ         95.034    101.096   88.895    89.208    93.466    91.052    87.333    98.763    



20:26  MA47741-CCVA8  91.431    92.57     89.915    90.063    90.681    92.497    89.555    97.494    



20:31  MA47741-CCB8   90.752    92.212    92.272    90.167    91.43     97.108    89.396    98.973    



20:37  ZZZZZZ         93.841    102.028   89.796    88.686    94.184    90.449    86.591    97.863    



20:42  ZZZZZZ         95.138    103.084   89.844    89.724    95.151    90.681    86.782    99.165    



20:47  JC97564-3      95.146    102.228   89.944    88.731    94.345    90.366    86.313    97.84     



20:52  ZZZZZZ         91.97     99.11     87.41     86.655    90.269    89.268    85.199    98.387    



20:57  ZZZZZZ         92.686    101.371   86.711    86.899    92.406    89.827    85.982    96.999    



21:02  ZZZZZZ         94.354    101.307   87.505    87.705    93.111    89.646    86.194    97.146    



21:07  ZZZZZZ         93.053    102.819   87.648    86.413    92.517    89.729    84.802    99.128    



21:12  ZZZZZZ         93.26     99.694    88.47     86.725    91.551    89.712    84.783    98.32     



21:17  MA47741-CCVA9  91.978    91.999    89.302    88.837    89.405    90.862    89.262    98.592    



21:22  MA47741-CCB9   90.311    91.68     89.488    89.927    91.075    90.547    89.094    97.35     



21:27  ZZZZZZ         93.039    100.151   88.866    88.427    92.489    89.208    86.185    98.255    



21:32  ZZZZZZ         92.511    100.658   89.464    88.552    92.826    90.547    86.579    98.574    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



21:37  JC97564-1      89.539    98.07     84.784    83.551    88.668    88.306    83.318    98.65     



21:42  JC97564-2      92.945    100.089   87.412    86.666    91.156    89.506    85.408    98.487    



21:47  ZZZZZZ         91.403    98.585    87.87     86.68     90.377    90.101    85.956    99.197    



21:52  MP18041-S1     90.262    98.508    86.552    85.699    89.98     89.407    84.901    97.928    



21:57  MP18041-S2     90.071    97.482    85.805    84.545    89.063    89.16     83.967    97.233    



22:02  MP18041-SD1    No results reported for the elements associated with this internal standard.



22:07  MA47741-CCVA10 87.768    90.05     86.763    86.595    88.531    88.563    86.465    96.37     



22:12  MA47741-CCB10  88.069    88.175    87.814    86.842    88.633    88.628    86.288    96.096    



22:17  JC97283-1      90.198    96.886    86.162    85.242    89.461    89.185    84.789    97.008    



22:22  ZZZZZZ         89.19     96.118    84.545    84.2      88.273    87.471    83.432    97.39     



22:27  ZZZZZZ         88.282    96.332    84.58     83.938    88.756    87.795    83.343    97.619    



22:32  ZZZZZZ         88.943    96.732    85.274    84.395    88.407    87.275    83.93     97.116    



22:37  ZZZZZZ         87.515    96.878    83.358    83.159    87.155    86.215    82.56     96.807    



22:42  ZZZZZZ         89.564    96.997    84.333    83.183    87.686    86.15     82.605    96.387    



22:47  ZZZZZZ         88.379    96.763    84.122    83.276    87.452    86.407    82.993    96.663    



22:52  ZZZZZZ         88.04     96.435    84.722    82.893    87.47     87.249    82.159    97.381    



22:57  MA47741-CCVA11 85.024    86.793    84.695    83.876    85.087    85.944    84.146    95.343    



23:02  MA47741-CCB11  84.916    85.409    85.174    84.907    86.96     86.036    83.712    94.123    



23:07  ZZZZZZ         88.13     96.159    84.011    83.04     87.185    86.041    82.561    95.299    



23:12  ZZZZZZ         86.882    95.785    83.717    82.224    86.121    86.634    81.498    95.996    



23:17  ZZZZZZ         86.636    95.353    83.959    81.432    85.765    85.734    80.82     96.005    



23:22  ZZZZZZ         78.678    96.183    82.902    74.879    86.847    85.665    73.913    95.485    



23:27  ZZZZZZ         87.812    94.892    82.128    80.944    85.694    85.061    80.8      94.843    



23:32  ZZZZZZ         87.357    95.376    83.746    82.317    87.055    86.353    81.058    96.711    



23:37  ZZZZZZ         85.703    94.032    82.895    81.122    85.542    85.027    80.731    95.673    



23:42  ZZZZZZ         84.923    94.781    83.077    80.71     85.77     84.755    80.042    95.308    



23:47  MP18106-MB1    No results reported for the elements associated with this internal standard.



23:52  ZZZZZZ         83.541    84.019    84.673    83.307    86        85.055    82.185    94.585    



23:57  MA47741-CCVA12 82.811    84.202    82.536    81.239    83.369    84.149    80.98     93.525    



00:02  MA47741-CCB12  82.346    84.543    83.313    82.796    86.431    83.997    81.42     88.012    



00:07  ZZZZZZ         83.737    84.987    83.604    82.93     85.298    84.268    81.999    92.538    



00:12  ZZZZZZ         84.048    84.573    83.811    82.958    85.1      84.278    81.811    88.244    



00:17  ZZZZZZ         84.544    84.767    83.311    83.001    86.1      84.245    82.53     92.794    



! = Outside limits.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Germanium (74-2)         60-125 %   60-125 %  
Istd#10 Germanium (74-3)         60-125 %   60-125 %  
Istd#11 Rhodium (103-1)          60-125 %   60-125 %  
Istd#12 Rhodium (103-2)          60-125 %   60-125 %  
Istd#13 Rhodium (103-3)          60-125 %   60-125 %  
Istd#14 Indium (115-1)           60-125 %   60-125 %  
Istd#15 Indium (115-2)           60-125 %   60-125 %  
Istd#16 Terbium (159-1)          60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



13:02  MA47741-STD1   No results reported for the elements associated with this internal standard.



13:07  MA47741-STD2   No results reported for the elements associated with this internal standard.



13:12  MA47741-STD3   No results reported for the elements associated with this internal standard.



13:17  MA47741-STD4   99.206    101.863   106.305   99.865    104.339   99.533    



13:22  MA47741-STD5   100.125   100.421   107.803   99.773    105.772   99.498    



13:27  MA47741-STD6   99.534    99.273    109.233   98.985    107.529   98.938    



13:32  MA47741-STD7   99.335    99.815    107.524   99.162    105.089   99.096    



13:37  MA47741-STD8   98.712    99.665    107.498   97.897    106.045   98.635    



13:42  MA47741-STD9   98.353    99.677    106.592   98.29     103.628   98.215    



13:47  MA47741-STD10  99.128    100.251   107.076   98.799    104.316   98.354    



13:52  MA47741-STD11  99.501    99.435    107.185   99.403    102.375   97.518    



13:57  MA47741-STD12  99.048    98.53     107.092   99.501    101.54    95.398    



14:02  MA47741-STD13  100       100       100       100       100       100       



14:08  MA47741-ICVA1  101.648   100.506   100.712   101.511   98.669    99.12     



14:13  MA47741-ICV1   100.2     99.854    100.881   99.169    100.622   99.341    



14:23  MA47741-ICB1   101.698   99.202    100.289   101.258   99.857    100.506   



14:30  MA47741-CCVA1  101.817   98.16     100.908   102.14    99.312    99.325    



14:35  MA47741-CCB1   100.214   98.743    98.515    99.196    98.18     99.601    



14:40  MA47741-CRI1   101.45    99.904    100.703   100.645   100.707   100.469   



14:49  ZZZZZZ         101.24    100.134   100.662   100.972   100.308   100.533   



15:00  MA47741-ICSA1  96.858    93.358    97.023    96.537    89.217    87.924    



15:05  MA47741-ICSAB1 96.208    94.074    97.89     96.126    89.835    87.825    



15:10  ZZZZZZ         98.556    100.058   100.81    97.793    100.521   98.505    



15:15  MA47741-CCVA2  99.682    99.661    100.913   98.706    98.412    96.528    



15:20  MA47741-CCB2   98.687    100.619   81.002    99.094    79.686    99.053    



15:25  ZZZZZZ         100.597   101.011   102.885   100.086   103.495   100.642   



15:30  ZZZZZZ         101.058   100.876   103.385   100.72    101.048   99.604    



15:35  MP18010A-PS1   No results reported for the elements associated with this internal standard.



15:40  ZZZZZZ         96.376    101.284   102.175   95.273    101.939   96.284    



15:45  ZZZZZZ         102.255   101.563   103.266   101.452   100.997   99.852    



15:50  MP18012A-PS1   No results reported for the elements associated with this internal standard.



15:55  ZZZZZZ         101.647   101.373   101.34    100.622   101.462   100.596   



16:00  ZZZZZZ         103.19    102.186   103.461   102.216   101.558   100.228   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



16:05  MP18078-S1     100.95    101.339   101.761   100.961   99.735    99.319    



16:10  MP18078-S2     101.751   100.597   101.219   101.161   99.473    99.295    



16:15  MA47741-CCVA3  100.313   100.087   101.703   100.171   98.908    97.27     



16:20  MA47741-CCB3   98.079    99.691    99.269    97.608    98.033    97.294    



16:25  TD46661-1      No results reported for the elements associated with this internal standard.



16:30  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:35  ZZZZZZ         101.949   97.735    102.45    101.521   97.312    97.157    



16:40  MP18041-MB1    100.457   103.407   104.056   100.577   101.62    98.528    



16:46  MP18041-B1     100.229   103.129   103.36    100.004   100.181   97.192    



16:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:01  MP18077A-MB1   99.2      102.386   102.324   99.027    100.127   97.393    



17:06  MP18077A-MB2   99.413    103.218   103.221   99.255    100.072   97.183    



17:11  MP18077A-B2    100.655   103.129   103.441   100.192   99.476    97.194    



17:16  MA47741-CCVA4  96.721    112.174   101.325   96.675    97.518    94.236    



17:21  MA47741-CCB4   98.056    91.177    99.09     97.087    97.983    96.882    



17:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:31  MA47741-CCVA5  101.077   100.15    100.748   101.15    96.625    98.134    



17:36  MA47741-CCB5   96.66     99.559    97.201    96.364    96.833    95.972    



17:41  MP18077A-B3    98.7      99.749    99.372    98.305    96.937    96.406    



17:46  MP18077A-S3    95.94     97.615    99.216    96.124    88.522    85.953    



17:51  MP18077A-S4    95.134    97.876    97.956    95.404    87.979    86.037    



17:56  JC97300-1      93.982    97.235    96.037    94.378    86.607    85.68     



18:01  MP18077A-SD1   96.634    97.776    89.743    96.997    86.322    93.535    



18:06  ZZZZZZ         95.524    100.27    96.971    95.395    94.57     93.012    



18:11  ZZZZZZ         95.235    100.093   98.243    95.006    93.881    91.629    



18:16  ZZZZZZ         95.591    100.665   98.238    95.929    92.444    92.948    



18:21  ZZZZZZ         94.417    100.142   96.977    94.41     93.131    91.543    



18:26  MA47741-CCVA6  96.05     97.614    95.256    95.007    92.469    92.414    



18:31  MA47741-CCB6   93.825    97.329    93.034    94.146    91.634    93.186    



18:36  ZZZZZZ         88.034    99.993    95.764    87.833    93.141    86.393    



18:41  ZZZZZZ         95.079    95.785    95.336    94.841    90.946    90.324    



18:46  ZZZZZZ         94.847    100.227   97.023    94.656    91.929    91.464    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



18:51  ZZZZZZ         94.268    96.591    95.473    94.103    91.147    90.588    



18:56  ZZZZZZ         93.792    98.628    95.047    93.41     91.385    90.2      



19:01  ZZZZZZ         93.899    98.824    95.454    93.736    91.483    90.952    



19:06  ZZZZZZ         93.08     98.087    95.119    92.962    91.145    89.808    



19:11  ZZZZZZ         92.906    97.99     94.324    92.672    89.96     89.262    



19:16  ZZZZZZ         92.16     98.165    95.001    92.192    89.89     88.765    



19:21  ZZZZZZ         92.317    98.412    93.608    92.297    88.992    88.589    



19:26  MA47741-CCVA7  92.36     95.075    91.227    91.881    87.991    88.506    



19:31  MA47741-CCB7   90.836    94.838    89.484    91.141    89.024    89.822    



19:36  ZZZZZZ         91.871    97.174    94.234    94.848    86.657    87.354    



19:41  ZZZZZZ         91.281    95.555    94.176    92.261    86.408    85.038    



19:46  MP18106-MB1    91.323    97.185    93.061    90.986    89.4      89.528    



19:51  MP18106-B1     92.766    97.215    94.281    92.04     90.46     88.838    



19:56  MP18106-S1     91.957    96.985    94.375    91.616    89.933    88.414    



20:01  MP18106-S2     85.685    92.462    93.999    85.014    89.686    82.287    



20:06  JC97513-19     91.509    96.361    93.355    90.69     89.744    88.75     



20:11  MP18106-SD1    91.896    94.735    92.281    90.871    90.675    90.572    



20:16  ZZZZZZ         91.148    96.536    92.798    90.802    90.168    88.363    



20:21  ZZZZZZ         91.514    96.633    92.485    91.289    89.421    88.9      



20:26  MA47741-CCVA8  91.664    94.011    92.704    91.593    88.656    88.11     



20:31  MA47741-CCB8   89.577    93.128    92.143    89.573    89.643    88.722    



20:37  ZZZZZZ         89.226    96.203    91.375    89.33     88.46     87.205    



20:42  ZZZZZZ         90.008    96.031    91.932    89.533    89.49     87.58     



20:47  JC97564-3      89.911    95.922    92.554    89.952    89.779    87.61     



20:52  ZZZZZZ         89.346    93.336    91.654    88.842    87.982    86.645    



20:57  ZZZZZZ         89.463    95.642    91.668    88.974    89.319    87.106    



21:02  ZZZZZZ         90.425    95.725    91.817    89.741    88.528    87.413    



21:07  ZZZZZZ         88.544    95.636    92.138    88.726    88.286    86.92     



21:12  ZZZZZZ         89.184    94.714    91.784    88.976    88.478    86.553    



21:17  MA47741-CCVA9  91.106    93.592    92.072    90.959    88.063    87.631    



21:22  MA47741-CCB9   89.003    93.001    88.937    88.496    87.947    87.943    



21:27  ZZZZZZ         89.462    94.566    91.033    89.193    88.811    86.823    



21:32  ZZZZZZ         89.453    94.692    91.792    88.885    89.256    87.516    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



21:37  JC97564-1      88.212    93.921    93.256    89.254    85.799    83.582    



21:42  JC97564-2      90.859    95.387    92.79     91.175    88.133    86.391    



21:47  ZZZZZZ         88.729    93.881    92.579    88.366    88.399    86.228    



21:52  MP18041-S1     88.818    94.014    91.99     88.703    87.61     85.286    



21:57  MP18041-S2     88.657    94.266    91.16     88.71     86.998    84.586    



22:02  MP18041-SD1    No results reported for the elements associated with this internal standard.



22:07  MA47741-CCVA10 88.493    92.32     89.884    88.208    86.734    85.314    



22:12  MA47741-CCB10  87.014    90.402    87.576    86.686    86.483    85.637    



22:17  JC97283-1      87.687    92.978    89.611    87.636    86.189    84.885    



22:22  ZZZZZZ         86.939    92.322    89.478    87.467    85.056    83.019    



22:27  ZZZZZZ         87.443    92.54     90.549    87.803    85.662    83.127    



22:32  ZZZZZZ         86.966    93.1      89.283    86.935    85.739    84.005    



22:37  ZZZZZZ         87.13     91.884    89.72     87.162    83.636    82.078    



22:42  ZZZZZZ         86.27     92.019    88.382    86.675    84.346    82.534    



22:47  ZZZZZZ         86.918    92.518    89.293    86.838    83.826    82.481    



22:52  ZZZZZZ         85.713    91.965    89.767    86.888    84.477    81.528    



22:57  MA47741-CCVA11 85.906    89.28     87.297    85.753    83.934    82.985    



23:02  MA47741-CCB11  84.224    88.769    85.848    83.764    83.67     83.335    



23:07  ZZZZZZ         85.449    91.575    87.202    85.783    84.289    83.044    



23:12  ZZZZZZ         84.978    90.746    88.222    84.905    83.268    80.935    



23:17  ZZZZZZ         84.474    90.257    88.79     85.36     83.394    80.386    



23:22  ZZZZZZ         76.894    91.056    87.202    76.491    83.078    74.208    



23:27  ZZZZZZ         84.569    91.15     86.919    84.365    81.798    80.145    



23:32  ZZZZZZ         84.904    91.043    88.411    85.074    83.336    81.386    



23:37  ZZZZZZ         83.896    90.382    87.013    83.469    82.28     80.203    



23:42  ZZZZZZ         83.931    90.447    88.226    84.443    82.58     79.894    



23:47  MP18106-MB1    No results reported for the elements associated with this internal standard.



23:52  ZZZZZZ         82.885    87.925    84.308    82.502    83.692    81.548    



23:57  MA47741-CCVA12 83.321    87.606    84.641    82.645    82.29     80.213    



00:02  MA47741-CCB12  82.275    92.616    83.099    81.42     82.215    81.186    



00:07  ZZZZZZ         82.46     87.494    83.515    82.045    82.582    81.084    



00:12  ZZZZZZ         82.532    87.401    84.552    82.466    83.032    81.587    



00:17  ZZZZZZ         82.817    88.248    82.804    82.258    82.152    81.61     



! = Outside limits.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Terbium (159-2)          60-125 %   60-125 %  
Istd#18 Terbium (159-3)          60-125 %   60-125 %  
Istd#19 Holmium (165-1)          60-125 %   60-125 %  
Istd#20 Holmium (165-2)          60-125 %   60-125 %  
Istd#21 Bismuth (209-1)          60-125 %   60-125 %  
Istd#22 Bismuth (209-2)          60-125 %   60-125 %  
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47741        Units: ug/l



Time:                    14:23             14:35             15:20             16:20              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      -0.932   <25      -1.03    <25      -0.802   <25      -0.499   <50      



Antimony       2.0      .094     -0.0145  <2.0     0.104    <2.0     0.164    <2.0     0.128    <2.0     



Arsenic        0.50     .013     0.0137   <0.50    0.00982  <0.50    0.0155   <0.50    0.0221   <1.0     



Barium         1.0      .008     0.00994  <1.0     0.0131   <1.0     0.0310   <1.0     0.0125   <1.0     



Beryllium      0.50     .004     0.00886  <0.50    0.0134   <0.50    0.0269   <0.50    0.0140   <0.50    



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00360  <0.50    0.0103   <0.50    0.00763  <0.50    0.0127   <0.50    



Calcium        250      6.1      0.446    <250     0.672    <250     7.82     <250     -1.66    <250     



Chromium       1.0      .014     -0.000360<1.0     0.00416  <1.0     -0.00186 <1.0     0.0131   <4.0     



Cobalt         0.50     .002     0.00363  <0.50    0.00410  <0.50    0.00403  <0.50    0.00455  <0.50    



Copper         2.0      .021     anr                                                                     



Iron           25       .43      -0.830   <25      -0.300   <25      0.257    <25      0.00443  <50      



Lead           0.50     .009     0.00680  <0.50    0.0161   <0.50    0.0385   <0.50    0.0435   <0.50    



Magnesium      250      .15      -0.200   <250     -0.176   <250     0.267    <250     0.149    <250     



Manganese      1.0      .007     0.00150  <1.0     0.00249  <1.0     0.00778  <1.0     0.00458  <1.0     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.00505  <1.0     0.00929  <1.0     0.0143   <1.0     0.0210   <4.0     



Potassium      250      .71      0.0266   <250     0.875    <250     -0.568   <250     0.662    <250     



Selenium       0.50     .072     -0.00605 <0.50    0.0538   <0.50    0.0405   <0.50    0.0640   <1.0     



Silver         0.50     .004     -0.00109 <0.50    0.00174  <0.50    0.0316   <0.50    0.0197   <2.0     



Sodium         250      1        -0.357   <250     -0.0132  <250     2.98     <250     0.697    <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.00267  <0.50    0.0133   <0.50    0.0278   <0.50    0.0174   <0.50    



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00123  <1.0     0.00592  <1.0     0.00761  <1.0     -0.00318 <4.0     



Zinc           5.0      .029     -0.818   <5.0     -0.784   <5.0     -0.772   <5.0     -0.745   <10      



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47741        Units: ug/l



Time:                    17:21             17:36             18:31             19:31              
Sample ID:                    CCB4     CCB5     CCB6     CCB7     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      -1.00    <25      -0.807   <25      -0.584   <25      -0.760   <25      



Antimony       2.0      .094     0.0962   <2.0     0.108    <2.0     0.107    <2.0     0.0969   <2.0     



Arsenic        0.50     .013     0.0147   <0.50    0.0251   <0.50    0.0125   <0.50    0.0166   <0.50    



Barium         1.0      .008     0.0119   <1.0     0.00233  <1.0     0.0226   <1.0     0.0188   <1.0     



Beryllium      0.50     .004     0.0138   <0.50    0.00688  <0.50    0.00700  <0.50    0.00953  <0.50    



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00764  <0.50    0.00488  <0.50    0.00443  <0.50    0.00199  <0.50    



Calcium        250      6.1      -2.34    <250     -2.98    <250     -2.23    <250     -2.82    <250     



Chromium       1.0      .014     0.00746  <1.0     0.00620  <1.0     -0.000279<1.0     -0.0000515<1.0     



Cobalt         0.50     .002     0.00523  <0.50    0.00324  <0.50    0.00373  <0.50    0.00531  <0.50    



Copper         2.0      .021     anr                                                                     



Iron           25       .43      -0.221   <25      -0.162   <25      0.0708   <25      0.0594   <25      



Lead           0.50     .009     0.0180   <0.50    0.0130   <0.50    0.0284   <0.50    0.0172   <0.50    



Magnesium      250      .15      -0.218   <250     -0.0584  <250     0.215    <250     -0.0810  <250     



Manganese      1.0      .007     -0.000993<1.0     0.00769  <1.0     0.00817  <1.0     0.00426  <1.0     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.0243   <1.0     0.0156   <1.0     0.0155   <1.0     0.0215   <1.0     



Potassium      250      .71      -0.766   <250     -0.0832  <250     -0.885   <250     -0.488   <250     



Selenium       0.50     .072     0.0650   <0.50    0.0568   <0.50    0.0529   <0.50    0.0592   <0.50    



Silver         0.50     .004     0.0114   <0.50    0.0116   <0.50    0.00785  <0.50    0.0105   <0.50    



Sodium         250      1        0.466    <250     0.119    <250     0.622    <250     -0.0843  <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.0100   <0.50    0.0103   <0.50    0.0139   <0.50    0.0130   <0.50    



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00754  <1.0     0.0118   <1.0     0.0100   <1.0     0.0192   <1.0     



Zinc           5.0      .029     -0.801   <5.0     -0.754   <5.0     -0.871   <5.0     -0.711   <5.0     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47741        Units: ug/l



Time:                    20:31             21:22             22:12                                
Sample ID:                    CCB8     CCB9     CCB10    



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .28      -0.948   <25      -0.838   <25      -1.13    <25                        



Antimony       2.0      .094     0.0959   <2.0     0.0779   <2.0     0.0656   <2.0                       



Arsenic        0.50     .013     0.0343   <0.50    0.0294   <0.50    0.0212   <0.50                      



Barium         1.0      .008     0.0269   <1.0     0.0157   <1.0     0.0133   <1.0                       



Beryllium      0.50     .004     0.0181   <0.50    0.00633  <0.50    0.0119   <0.50                      



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00775  <0.50    0.00417  <0.50    0.00577  <0.50                      



Calcium        250      6.1      -3.46    <250     -3.68    <250     -2.31    <250                       



Chromium       1.0      .014     -0.000597<1.0     0.00418  <1.0     0.00282  <1.0                       



Cobalt         0.50     .002     0.00698  <0.50    0.00320  <0.50    0.00251  <0.50                      



Copper         2.0      .021     anr                                                                     



Iron           25       .43      -0.0411  <25      0.187    <25      -0.100   <25                        



Lead           0.50     .009     0.0255   <0.50    0.0146   <0.50    0.0184   <0.50                      



Magnesium      250      .15      -0.105   <250     -0.0348  <250     -0.0334  <250                       



Manganese      1.0      .007     0.00812  <1.0     0.0110   <1.0     0.000660 <1.0                       



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.0109   <1.0     0.00795  <1.0     0.0162   <1.0                       



Potassium      250      .71      -0.348   <250     -1.67    <250     -0.575   <250                       



Selenium       0.50     .072     0.0498   <0.50    0.0538   <0.50    0.0628   <0.50                      



Silver         0.50     .004     0.0145   <0.50    0.0113   <0.50    0.0106   <0.50                      



Sodium         250      1        -0.222   <250     -0.491   <250     -0.308   <250                       



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.0176   <0.50    0.0130   <0.50    0.0115   <0.50                      



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00285  <1.0     0.00265  <1.0     0.00620  <1.0                       



Zinc           5.0      .029     -0.805   <5.0     -0.770   <5.0     -0.771   <5.0                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           14:08                      14:13                      14:30                       
Sample ID:  ICVA     ICVA1    ICV      ICV1     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5500     5540     100.7    60       63.1     105.2    5000     5070     101.4             



Antimony       60       64.5     107.5                               50       52.0     104.0             



Arsenic        60       63.6     106.0                               50       50.8     101.6             



Barium         60       62.0     103.3                               50       51.5     103.0             



Beryllium      60       60.8     101.3                               50       53.2     106.4             



Boron                                                                                                    



Cadmium        60       60.9     101.5                               50       51.2     102.4             



Calcium        5500     5500     100.0                               5000     5120     102.4             



Chromium       60       60.8     101.3                               50       50.6     101.2             



Cobalt         60       60.4     100.7                               50       50.3     100.6             



Copper         anr                                                                                       



Iron           5500     5450     99.1                                5000     5030     100.6             



Lead           60       61.1     101.8                               50       52.2     104.4             



Magnesium      5500     5410     98.4                                5000     4950     99.0              



Manganese      60       61.3     102.2                               50       51.1     102.2             



Molybdenum                                                                                               



Nickel         60       60.3     100.5                               50       49.9     99.8              



Potassium      5500     5400     98.2                                5000     4980     99.6              



Selenium       260      266      102.3                               200      201      100.5             



Silver         60       60.2     100.3                               50       51.2     102.4             



Sodium         5500     5520     100.4                               5000     5050     101.0             



Strontium                                                                                                



Thallium       60       64.7     107.8                               50       52.7     105.4             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       60       61.4     102.3                               50       50.6     101.2             



Zinc           60       60.0     100.0                               50       50.5     101.0             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           15:15                      16:15                      17:16                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     5000     100.0    5000     4950     99.0     5000     5210     104.2             



Antimony       50       52.6     105.2    50       52.2     104.4    50       50.7     101.4             



Arsenic        50       51.6     103.2    50       51.0     102.0    50       52.8     105.6             



Barium         50       51.7     103.4    50       51.0     102.0    50       49.9     99.8              



Beryllium      50       50.6     101.2    50       51.3     102.6    50       51.4     102.8             



Boron                                                                                                    



Cadmium        50       52.0     104.0    50       51.7     103.4    50       53.7     107.4             



Calcium        5000     5130     102.6    5000     5100     102.0    5000     5200     104.0             



Chromium       50       51.6     103.2    50       51.0     102.0    50       53.2     106.4             



Cobalt         50       51.6     103.2    50       51.0     102.0    50       52.9     105.8             



Copper         anr                                                                                       



Iron           5000     5170     103.4    5000     5140     102.8    5000     5370     107.4             



Lead           50       52.5     105.0    50       52.2     104.4    50       52.1     104.2             



Magnesium      5000     4960     99.2     5000     4900     98.0     5000     5150     103.0             



Manganese      50       52.1     104.2    50       51.7     103.4    50       53.1     106.2             



Molybdenum                                                                                               



Nickel         50       51.4     102.8    50       50.6     101.2    50       52.4     104.8             



Potassium      5000     4990     99.8     5000     4960     99.2     5000     5180     103.6             



Selenium       200      200      100.0    200      201      100.5    200      187      93.5              



Silver         50       50.9     101.8    50       51.4     102.8    50       50.5     101.0             



Sodium         5000     5110     102.2    5000     5090     101.8    5000     5310     106.2             



Strontium                                                                                                



Thallium       50       52.6     105.2    50       52.1     104.2    50       52.4     104.8             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       51.5     103.0    50       51.2     102.4    50       53.2     106.4             



Zinc           50       52.8     105.6    50       51.0     102.0    50       52.8     105.6             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           17:31                      18:26                      19:26                       
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    CCVA     CCVA7    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4810     96.2     5000     5050     101.0    5000     5030     100.6             



Antimony       50       49.8     99.6     50       50.3     100.6    50       49.6     99.2              



Arsenic        50       49.0     98.0     50       50.1     100.2    50       50.1     100.2             



Barium         50       49.0     98.0     50       49.7     99.4     50       49.1     98.2              



Beryllium      50       51.5     103.0    50       51.4     102.8    50       51.2     102.4             



Boron                                                                                                    



Cadmium        50       50.0     100.0    50       51.2     102.4    50       51.1     102.2             



Calcium        5000     5090     101.8    5000     5000     100.0    5000     5030     100.6             



Chromium       50       49.3     98.6     50       50.9     101.8    50       50.9     101.8             



Cobalt         50       48.8     97.6     50       50.7     101.4    50       50.5     101.0             



Copper         anr                                                                                       



Iron           5000     5000     100.0    5000     5170     103.4    5000     5210     104.2             



Lead           50       51.3     102.6    50       51.7     103.4    50       51.7     103.4             



Magnesium      5000     4760     95.2     5000     4990     99.8     5000     4970     99.4              



Manganese      50       49.3     98.6     50       50.9     101.8    50       51.2     102.4             



Molybdenum                                                                                               



Nickel         50       48.6     97.2     50       50.3     100.6    50       50.1     100.2             



Potassium      5000     4780     95.6     5000     4950     99.0     5000     4960     99.2              



Selenium       200      198      99.0     200      200      100.0    200      200      100.0             



Silver         50       50.1     100.2    50       50.9     101.8    50       50.6     101.2             



Sodium         5000     4940     98.8     5000     5190     103.8    5000     5200     104.0             



Strontium                                                                                                



Thallium       50       51.7     103.4    50       51.9     103.8    50       52.0     104.0             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       49.3     98.6     50       51.1     102.2    50       50.8     101.6             



Zinc           50       48.7     97.4     50       50.0     100.0    50       50.4     100.8             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           20:26                      21:17                      22:07                       
Sample ID:  CCVA     CCVA8    CCVA     CCVA9    CCVA     CCVA10   



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     5010     100.2    5000     4980     99.6     5000     5010     100.2             



Antimony       50       49.1     98.2     50       47.5     95.0     50       47.4     94.8              



Arsenic        50       49.9     99.8     50       48.9     97.8     50       48.8     97.6              



Barium         50       48.1     96.2     50       47.2     94.4     50       47.2     94.4              



Beryllium      50       51.5     103.0    50       52.3     104.6    50       52.1     104.2             



Boron                                                                                                    



Cadmium        50       50.8     101.6    50       50.4     100.8    50       51.0     102.0             



Calcium        5000     4990     99.8     5000     4980     99.6     5000     4970     99.4              



Chromium       50       50.4     100.8    50       49.5     99.0     50       49.9     99.8              



Cobalt         50       50.0     100.0    50       48.7     97.4     50       49.4     98.8              



Copper         anr                                                                                       



Iron           5000     5260     105.2    5000     5090     101.8    5000     5290     105.8             



Lead           50       51.6     103.2    50       51.4     102.8    50       51.4     102.8             



Magnesium      5000     4950     99.0     5000     4920     98.4     5000     4920     98.4              



Manganese      50       50.8     101.6    50       49.9     99.8     50       50.8     101.6             



Molybdenum                                                                                               



Nickel         50       49.6     99.2     50       48.2     96.4     50       48.9     97.8              



Potassium      5000     4900     98.0     5000     4870     97.4     5000     4890     97.8              



Selenium       200      201      100.5    200      202      101.0    200      202      101.0             



Silver         50       50.1     100.2    50       50.4     100.8    50       49.7     99.4              



Sodium         5000     5240     104.8    5000     5130     102.6    5000     5140     102.8             



Strontium                                                                                                



Thallium       50       52.2     104.4    50       51.8     103.6    50       51.6     103.2             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       50.3     100.6    50       49.4     98.8     50       50.1     100.2             



Zinc           50       49.8     99.6     50       49.1     98.2     50       49.9     99.8              



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47741        Units: ug/l



Time:                    14:40                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       27.3     109.2                                                          



Antimony       2.0      0.25     1.93     96.5                                                           



Arsenic        0.50     0.50     0.502    100.4                                                          



Barium         1.0      0.50     1.01     101.0                                                          



Beryllium      0.50     0.25     0.500    100.0                                                          



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     0.487    97.4                                                           



Calcium        250      125      263      105.2                                                          



Chromium       1.0      2.0      0.962    96.2                                                           



Cobalt         0.50     0.25     0.490    98.0                                                           



Copper         2.0      2.0      anr                                                                     



Iron           25       25       24.9     99.6                                                           



Lead           0.50     0.25     0.495    99.0                                                           



Magnesium      250      125      250      100.0                                                          



Manganese      1.0      0.25     1.00     100.0                                                          



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      0.999    99.9                                                           



Potassium      250      125      251      100.4                                                          



Selenium       0.50     0.50     0.498    99.6                                                           



Silver         0.50     1.0      0.499    99.8                                                           



Sodium         250      125      247      98.8                                                           



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     0.498    99.6                                                           



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      0.969    96.9                                                           



Zinc           5.0      2.0      5.93     118.6                                                          



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47741        Units: ug/l



Time:                    15:00             15:05                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   98700    98.7     100000   100.0                                        



Antimony                         0.159             0.176                                                 



Arsenic                 20       0.0285            19.8     99.0                                         



Barium                           0.183             0.224                                                 



Beryllium                        -0.00333          -0.00526                                              



Boron                   50       0.669             52.5     105.0                                        



Cadmium                 20       -0.342            18.8     94.0                                         



Calcium        100000   100000   97300    97.3     98900    98.9                                         



Chromium                20       0.270             18.6     93.0                                         



Cobalt                  20       0.198             18.2     91.0                                         



Copper                  20       -1.00             16.3     81.5                                         



Iron           100000   100000   91700    91.7     94100    94.1                                         



Lead                             0.122             0.139                                                 



Magnesium      100000   100000   93200    93.2     96300    96.3                                         



Manganese               20       0.441             18.9     94.5                                         



Molybdenum     2000     2000     2190     109.5    2230     111.5                                        



Nickel                  20       0.644             18.6     93.0                                         



Potassium      100000   100000   98600    98.6     99500    99.5                                         



Selenium                20       0.0984            21.4     107.0                                        



Silver                  20       0.0261            18.6     93.0                                         



Sodium         100000   100000   94300    94.3     96700    96.7                                         



Strontium      2000     2000     2050     102.5    2200     110.0                                        



Thallium                         0.00253           0.00301                                               



Tin            2000     2000     1920     96.0     2130     106.5                                        



Titanium       2000     2000     1900     95.0     1950     97.5                                         



Vanadium                20       0.0184            20.5     102.5                                        



Zinc                    20       -0.260            17.5     87.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



11:38  MA47752-STD1    1                 See rerun, sample intro not stable. 



11:43  MA47752-STD2    1                 See rerun, sample intro not stable. 



11:48  MA47752-STD3    1                 STDA 



11:53  MA47752-STD4    1                 STDB 



11:58  MA47752-STD5    1                 STDC 



12:03  MA47752-STD6    1                 STDD 



12:08  MA47752-STD7    1                 STDE 



12:13  MA47752-STD8    1                 STDF 



12:17  MA47752-STD9    1                 STDG 



12:22  MA47752-STD10   1                 STDH 



12:27  MA47752-STD11   1                 STDI 



12:32  MA47752-STD12   1                 STDJ 



12:37  ZZZZZZ          1                  



12:42  MA47752-ICVA1   1                  



12:47  MA47752-ICV1    1                 See rerun 



12:52  MA47752-ICV2    1                 60ppb Al. 



12:57  MA47752-ICB1    1                  



13:02  MA47752-CCVA1   1                  



13:07  MA47752-CCB1    1                  



13:12  MA47752-CRI1    1                  



13:25  MA47752-ICSA1   1                  



13:29  MA47752-ICSAB1  1                  



13:34  ZZZZZZ          1                  



13:39  ZZZZZZ          1                  



13:46  ZZZZZZ          2                  



13:51  ZZZZZZ          2                  



13:58  ZZZZZZ          2                  



14:03  MA47752-CCVA2   1                  



14:08  MA47752-CCB2    1                  



14:13  ZZZZZZ          1                  



14:18  ZZZZZZ          1                  



14:23  ZZZZZZ          1                  



14:28  ZZZZZZ          2                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



14:32  ZZZZZZ          2                  



14:37  ZZZZZZ          2                  



14:42  MA47752-CCVA3   1                  



14:47  MA47752-CCB3    1                  



14:52  ZZZZZZ          5                  



14:57  ZZZZZZ          5                  



15:02  ZZZZZZ          5                  



15:31  MA47752-CCVA4   1                  



15:36  MA47752-CCB4    1                  



15:41  MP18106-MB1     2                  



15:46  JC97564-3       2                  



15:51  MP18106-B1      2                  



15:57  MP18106-S1      2                 Cu 



16:02  MP18106-S1      25                AS 



16:07  MP18106-S2      2                  



16:12  MP18106-S2      25                As 



16:17  JC97513-19      2                 (sample used for QC only; not part of login JC97564) 



16:22  JC97513-19      25                (sample used for QC only; not part of login JC97564) 



16:28  MP18106-SD1     10                 



16:33  MA47752-CCVA5   1                  



16:38  MA47752-CCB5    1                  



16:44  MP18106-SD1     125               Wrong dilution 



16:49  ZZZZZZ          10                 



16:54  ZZZZZZ          5                  



17:00  MP18106-SD1     125                



17:05  JC97564-1       2                  



17:11  JC97564-1       5                  



17:16  JC97564-2       2                  
----------->   Last reportable sample/prep for job JC97564 



17:22  ZZZZZZ          2                  



17:27  ZZZZZZ          2                  



17:32  MP18041-MB1     2                 Zn high.  No samples reported.  To reanalysis 



17:37  MA47752-CCVA6   1                  



17:42  MA47752-CCB6    1                  
----------->   Last reportable CCB for job JC97564      
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6.2











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



17:47  MP18041-B1      2                  



17:52  MP18041-S1      2                 Cu 



17:56  MP18041-S1      25                Cr 



18:01  MP18041-S2      2                 Cu 



18:06  MP18041-S2      25                Cr 



18:11  JC97283-1       2                 (sample used for QC only; not part of login JC97564) 



18:16  JC97283-1       25                (sample used for QC only; not part of login JC97564) 



18:21  MP18041-SD1     10                 



18:26  MP18041-SD1     125               Cr 



18:31  ZZZZZZ          2                  



18:36  MA47752-CCVA7   1                  



18:40  MA47752-CCB7    1                  



18:45  ZZZZZZ          2                  



18:50  ZZZZZZ          2                  



18:55  ZZZZZZ          50                 



19:00  ZZZZZZ          2                  



19:05  ZZZZZZ          25                 



19:10  ZZZZZZ          2                  



19:15  ZZZZZZ          5                  



19:19  ZZZZZZ          25                 



19:24  ZZZZZZ          2                  



19:29  ZZZZZZ          2                  



19:34  MA47752-CCVA8   1                  



19:39  MA47752-CCB8    1                  



19:44  ZZZZZZ          10                 



19:49  ZZZZZZ          25                 



19:54  ZZZZZZ          2                  



19:58  ZZZZZZ          10                 



20:03  ZZZZZZ          2                  



20:08  ZZZZZZ          10                 



20:13  ZZZZZZ          25                 



20:18  ZZZZZZ          2                  



20:23  ZZZZZZ          25                 
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



20:28  ZZZZZZ          2                  



20:33  MA47752-CCVA9   1                 Fe out 



20:38  MA47752-CCB9    1                  



20:43  ZZZZZZ          25                 



20:48  ZZZZZZ          2                  



20:52  ZZZZZZ          50                 



20:57  ZZZZZZ          2                  



21:02  ZZZZZZ          25                 



21:07  ZZZZZZ          2                  



21:12  ZZZZZZ          5                  



21:17  ZZZZZZ          25                 



21:22  ZZZZZZ          2                  



21:27  ZZZZZZ          10                 



21:32  MA47752-CCVA10  1                 FE out 



21:37  MA47752-CCB10   1                  



21:41  ZZZZZZ          25                 



21:46  ZZZZZZ          2                  



21:51  ZZZZZZ          10                 



21:56  ZZZZZZ          2                  



22:01  ZZZZZZ          10                 



22:06  ZZZZZZ          25                 



22:11  ZZZZZZ          2                  



22:16  ZZZZZZ          25                 



22:21  ZZZZZZ          2                  



22:26  ZZZZZZ          2                  



22:31  MA47752-CCVA11  1                  



22:35  MA47752-CCB11   1                  



22:40  ZZZZZZ          10                 



22:45  ZZZZZZ          10                 



22:50  MP18077A-MB1    2                 Sc out 



22:55  MP18077A-MB2    2                 Sc out 



23:00  MP18077A-B2     2                 Sc out 



23:05  ZZZZZZ          2                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



23:10  ZZZZZZ          1                  



23:15  ZZZZZZ          1                  



23:20  MP18078-S1      3                  



23:25  MP18078-S2      3                  



23:29  MA47752-CCVA12  1                 FE out 



23:34  MA47752-CCB12   1                  



23:39  TD46661-1       3                 (sample used for QC only; not part of login JC97564) 



23:44  ZZZZZZ          2                  



23:49  ZZZZZZ          5                  



23:54  ZZZZZZ          5                  



23:59  MP18010A-PS1    5                  



00:04  ZZZZZZ          5                  



00:09  ZZZZZZ          5                  



00:13  MP18012A-PS1    5                  



00:18  ZZZZZZ          1                  



00:23  ZZZZZZ          1                  



00:28  MA47752-CCVA13  1                  



00:33  MA47752-CCB13   1                  



00:38  ZZZZZZ          2                  



00:43  ZZZZZZ          1                  



00:48  ZZZZZZ          1                  



00:53  ZZZZZZ          1                  



00:57  ZZZZZZ          1                  



01:03  MA47752-CCVA14  1                  



01:08  MA47752-CCB14   1                  



01:13  ZZZZZZ          1                  



01:18  ZZZZZZ          1                  



01:23  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C C F M M N K S N V Z
Time   Description     Dilution l s d a r o u e g n i   e a   n



12:37  ZZZZZZ          1        



12:42  MA47752-ICVA1   1        X X X X X X X X X X X X X X X X 



12:47  MA47752-ICV1    1        See rerun



12:52  MA47752-ICV2    1        X                               



12:57  MA47752-ICB1    1        X X X X X X X X X X X X X X X X 



13:02  MA47752-CCVA1   1        X X X X X X X X X X X X X X X X 



13:07  MA47752-CCB1    1        X X X X X X X X X X X X X X X X 



13:12  MA47752-CRI1    1        X X X X X X X X X X X X X X X X 



13:25  MA47752-ICSA1   1        X X X X X X X X X X X X X X X X 



13:29  MA47752-ICSAB1  1        X X X X X X X X X X X X X X X X 



13:34  ZZZZZZ          1        



13:39  ZZZZZZ          1        



13:46  ZZZZZZ          2        



13:51  ZZZZZZ          2        



13:58  ZZZZZZ          2        



14:03  MA47752-CCVA2   1        X X X X X X X X X X X X X X X X 



14:08  MA47752-CCB2    1        X X X X X X X X X X X X X X X X 



14:13  ZZZZZZ          1        



14:18  ZZZZZZ          1        



14:23  ZZZZZZ          1        



14:28  ZZZZZZ          2        



14:32  ZZZZZZ          2        



14:37  ZZZZZZ          2        



14:42  MA47752-CCVA3   1        X X X X X X X X X X X X X X X X 



14:47  MA47752-CCB3    1        X X X X X X X X X X X X X X X X 



14:52  ZZZZZZ          5        



14:57  ZZZZZZ          5        



15:02  ZZZZZZ          5        



15:31  MA47752-CCVA4   1        X X X X X X X X X X X X X X X X 



15:36  MA47752-CCB4    1        X X X X X X X X X X X X X X X X 



15:41  MP18106-MB1     2                    X                   



15:46  JC97564-3       2                    X                   



15:51  MP18106-B1      2                    X                   



Element: A A C C C C C F M M N K S N V Z
l s d a r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C C F M M N K S N V Z
Time   Description     Dilution l s d a r o u e g n i   e a   n



15:57  MP18106-S1      2                    X                   



16:02  MP18106-S1      25         X                             



16:07  MP18106-S2      2        X   X   X X X X X X X X X X X X 



16:12  MP18106-S2      25         X                             



16:17  JC97513-19      2                                        (a)



16:22  JC97513-19      25         X                             (a)



16:28  MP18106-SD1     10                   X                   



16:33  MA47752-CCVA5   1        X X X X X X X X X X X X X X X X 



16:38  MA47752-CCB5    1        X X X X X X X X X X X X X X X X 



16:44  MP18106-SD1     125      Wrong dilution



16:49  ZZZZZZ          10       



16:54  ZZZZZZ          5        



17:00  MP18106-SD1     125        X                             



17:05  JC97564-1       2                    X                   



17:11  JC97564-1       5              X                   X     



17:16  JC97564-2       2                    X                   



17:22  ZZZZZZ          2        



17:27  ZZZZZZ          2        



17:32  MP18041-MB1     2        X   X X X X X X X X X X X X X   



17:37  MA47752-CCVA6   1        X X X X X X X X X X X X X X X X 



17:42  MA47752-CCB6    1        X X X X X X X X X X X X X X X X 



17:47  MP18041-B1      2        X X X X X X X X X X X X X X X X 



17:52  MP18041-S1      2                    X                   



17:56  MP18041-S1      25               X                       



18:01  MP18041-S2      2                    X                   



18:06  MP18041-S2      25               X                       



18:11  JC97283-1       2                    X                   (a)



18:16  JC97283-1       25               X                       (a)



18:21  MP18041-SD1     10       X X X X   X X X X X X X X X X X 



18:26  MP18041-SD1     125              X                       



18:31  ZZZZZZ          2        



18:36  MA47752-CCVA7   1        X X X X X X X X X X X X X X X X 



18:40  MA47752-CCB7    1        X X X X X X X X X X X X X X X X 



Element: A A C C C C C F M M N K S N V Z
l s d a r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C C F M M N K S N V Z
Time   Description     Dilution l s d a r o u e g n i   e a   n



18:45  ZZZZZZ          2        



18:50  ZZZZZZ          2        



18:55  ZZZZZZ          50       



19:00  ZZZZZZ          2        



19:05  ZZZZZZ          25       



19:10  ZZZZZZ          2        



19:15  ZZZZZZ          5        



19:19  ZZZZZZ          25       



19:24  ZZZZZZ          2        



19:29  ZZZZZZ          2        



19:34  MA47752-CCVA8   1        X X X X X X X X X X X X X X X X 



19:39  MA47752-CCB8    1        X X X X X X X X X X X X X X X X 



19:44  ZZZZZZ          10       



19:49  ZZZZZZ          25       



19:54  ZZZZZZ          2        



19:58  ZZZZZZ          10       



20:03  ZZZZZZ          2        



20:08  ZZZZZZ          10       



20:13  ZZZZZZ          25       



20:18  ZZZZZZ          2        



20:23  ZZZZZZ          25       



20:28  ZZZZZZ          2        



20:33  MA47752-CCVA9   1        X X X X X X X X X X X X X X X X 



20:38  MA47752-CCB9    1        X X X X X X X X X X X X X X X X 



20:43  ZZZZZZ          25       



20:48  ZZZZZZ          2        



20:52  ZZZZZZ          50       



20:57  ZZZZZZ          2        



21:02  ZZZZZZ          25       



21:07  ZZZZZZ          2        



21:12  ZZZZZZ          5        



21:17  ZZZZZZ          25       



21:22  ZZZZZZ          2        



Element: A A C C C C C F M M N K S N V Z
l s d a r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C C F M M N K S N V Z
Time   Description     Dilution l s d a r o u e g n i   e a   n



21:27  ZZZZZZ          10       



21:32  MA47752-CCVA10  1        X X X X X X X X X X X X X X X X 



21:37  MA47752-CCB10   1        X X X X X X X X X X X X X X X X 



21:41  ZZZZZZ          25       



21:46  ZZZZZZ          2        



21:51  ZZZZZZ          10       



21:56  ZZZZZZ          2        



22:01  ZZZZZZ          10       



22:06  ZZZZZZ          25       



22:11  ZZZZZZ          2        



22:16  ZZZZZZ          25       



22:21  ZZZZZZ          2        



22:26  ZZZZZZ          2        



22:31  MA47752-CCVA11  1        X X X X X X X X X X X X X X X X 



22:35  MA47752-CCB11   1        X X X X X X X X X X X X X X X X 



22:40  ZZZZZZ          10       



22:45  ZZZZZZ          10       



22:50  MP18077A-MB1    2        Sc out



22:55  MP18077A-MB2    2        Sc out



23:00  MP18077A-B2     2        Sc out



23:05  ZZZZZZ          2        



23:10  ZZZZZZ          1        



23:15  ZZZZZZ          1        



23:20  MP18078-S1      3                            X         X 



23:25  MP18078-S2      3                            X         X 



23:29  MA47752-CCVA12  1        X X X X X X X X X X X X X X X X 



23:34  MA47752-CCB12   1        X X X X X X X X X X X X X X X X 



23:39  TD46661-1       3                            X         X (a)



23:44  ZZZZZZ          2        



23:49  ZZZZZZ          5        



23:54  ZZZZZZ          5        



23:59  MP18010A-PS1    5                                        



00:04  ZZZZZZ          5        



Element: A A C C C C C F M M N K S N V Z
l s d a r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C C F M M N K S N V Z
Time   Description     Dilution l s d a r o u e g n i   e a   n



00:09  ZZZZZZ          5        



00:13  MP18012A-PS1    5                                        



00:18  ZZZZZZ          1        



00:23  ZZZZZZ          1        



00:28  MA47752-CCVA13  1        X X X X X X X X X X X X X X X X 



00:33  MA47752-CCB13   1        X X X X X X X X X X X X X X X X 



00:38  ZZZZZZ          2        



00:43  ZZZZZZ          1        



00:48  ZZZZZZ          1        



00:53  ZZZZZZ          1        



00:57  ZZZZZZ          1        



01:03  MA47752-CCVA14  1        



01:08  MA47752-CCB14   1        



01:13  ZZZZZZ          1        



01:18  ZZZZZZ          1        



01:23  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97564.



Element: A A C C C C C F M M N K S N V Z
l s d a r o u e g n i   e a   n
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       100       100       100       100       100       



11:53  MA47752-STD4   101.735   100.67    100.127   101.346   101.399   100.593   101.146   99.692    



11:58  MA47752-STD5   100.717   99.922    100.523   99.423    100.308   99.92     99.249    99.447    



12:03  MA47752-STD6   102.771   101.481   100.795   98.533    100.927   99.821    98.326    100.678   



12:08  MA47752-STD7   101.234   99.132    98.412    98.284    100.306   97.88     98.907    99.192    



12:13  MA47752-STD8   101.412   99.963    99.289    97.666    101.276   97.869    98.095    100.043   



12:17  MA47752-STD9   98.702    98.31     98.224    100.148   97.989    98.219    101.369   96.477    



12:22  MA47752-STD10  101.219   101.473   102.132   102.923   104.266   102.92    104.719   99.111    



12:27  MA47752-STD11  100.67    101.245   101.768   102.215   100.361   100.883   101.634   97.733    



12:32  MA47752-STD12  99.061    99.753    102.695   102.917   99.142    100.325   100.645   94.872    



12:37  ZZZZZZ         102.162   103.2     101.883   101.156   102.31    100.807   99.965    102.796   



12:42  MA47752-ICVA1  99.539    102.747   100.593   100.318   102.992   100.255   100.446   99.128    



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   100.565   100.666   100.038   99.833    100.324   99.467    98.745    100.352   



12:57  MA47752-ICB1   102.259   101.97    101.025   101.06    100.771   99.422    99.141    101.785   



13:02  MA47752-CCVA1  99.273    97.853    100.875   98.84     99.213    98.531    98.671    95.825    



13:07  MA47752-CCB1   100.193   100.039   98.58     100.096   99.317    96.893    99.61     100.298   



13:12  MA47752-CRI1   100.199   100.34    98.909    100.257   99.779    97.093    98.711    100.723   



13:25  MA47752-ICSA1  83.646    88.636    91.133    91.316    85.74     87.204    84.764    79.761    



13:29  MA47752-ICSAB1 75.219    85.713    86.501    87.731    83.641    84.057    82.68     79.964    



13:34  ZZZZZZ         78.393    85.626    82.378    92.502    90.278    87.155    94.141    92.453    



13:39  ZZZZZZ         80.085    87.712    83.415    92.658    91.576    86.857    93.576    95.314    



13:46  ZZZZZZ         86.842    92.004    89.636    96.914    95.974    92.641    96.47     95.351    



13:51  ZZZZZZ         88.98     92.823    89.542    95.211    97.253    91.914    96.637    95.755    



13:58  ZZZZZZ         76.388    85.52     79.312    91.656    88.501    82.863    92.645    94.239    



14:03  MA47752-CCVA2  81.7      92.567    87.112    95.589    95.791    89.924    96.112    96.568    



14:08  MA47752-CCB2   83.162    91.313    85.541    94.941    94.639    88.639    96.167    97.363    



14:13  ZZZZZZ         85.042    92.982    86.394    96.093    96.237    88.416    95.263    97.879    



14:18  ZZZZZZ         84.483    92.994    83.241    93.3      96.957    86.547    94.472    97.299    



14:23  ZZZZZZ         89.455    93.626    90.284    98.478    96.337    92.358    97.642    95.264    



14:28  ZZZZZZ         85.154    92.336    87.769    97.055    95.748    90.291    96.387    97.346    



_________________________________________________________________________________________________________



Page 1



68 of 556



JC97564



6
6.2.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



14:32  ZZZZZZ         77.846    88.358    82.736    95.715    91.911    83.897    94.78     95.241    



14:37  ZZZZZZ         90.042    95.421    91.019    99.821    96.582    92.823    98.013    97.909    



14:42  MA47752-CCVA3  85.008    94.675    87.825    96.263    97.286    89.598    95.247    96.661    



14:47  MA47752-CCB3   84.514    91.565    85.374    96.242    93.86     88.101    95.544    96.532    



14:52  ZZZZZZ         91.304    96.301    90.327    98.518    99.063    91.701    96.395    97.201    



14:57  ZZZZZZ         82.332    91.392    83.51     93.766    93.749    85.992    92.568    95.198    



15:02  ZZZZZZ         93.6      96.698    92.218    99.224    99.102    94.655    97.663    97.04     



15:31  MA47752-CCVA4  86.015    94.271    88.748    93.381    95.27     89.273    92.364    94.119    



15:36  MA47752-CCB4   86.546    93.539    86.145    94.508    95.12     87.061    92.202    96.573    



15:41  MP18106-MB1    79.767    89.46     82.253    92.024    93.252    83.913    92.287    95.655    



15:46  JC97564-3      78.818    89.456    81.287    91.265    91.642    83.314    91.123    95.736    



15:51  MP18106-B1     77.982    90.878    82.945    92.776    92.763    84.083    92.467    95.338    



15:57  MP18106-S1     76.683    87.421    79.509    72.76     91.212    80.88     72.65     91.951    



16:02  MP18106-S1     84.691    92.453    86.004    94.111    93.711    87.932    90.484    96.14     



16:07  MP18106-S2     76.531    87.548    79.805    89.151    90.92     81.372    89.564    92.252    



16:12  MP18106-S2     85.202    93.097    85.962    94.093    94.804    86.755    89.553    94.746    



16:17  JC97513-19     76.368    84.945    76.273    89.204    88.078    78.122    89.635    90.05     



16:22  JC97513-19     84.889    92.664    84.852    90.428    93.657    86.26     87.699    94.751    



16:28  MP18106-SD1    86.978    94.204    88.634    92.822    95.62     89.904    91.698    94.849    



16:33  MA47752-CCVA5  89.812    97.69     90.109    93.205    98.903    89.666    91.126    96.875    



16:38  MA47752-CCB5   90.995    97.039    89.482    93.879    97.965    88.762    90.985    98.339    



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         87.081    95.41     87.038    91.988    95.233    86.306    90.115    97.371    



16:54  ZZZZZZ         85.326    92.828    84.861    90.039    94.294    84.245    87.169    95.134    



17:00  MP18106-SD1    90.408    95.637    89.229    93.895    95.977    88.687    90.545    96.384    



17:05  JC97564-1      78.529    86.947    78.091    86.904    88.154    80.006    85.644    87.416    



17:11  JC97564-1      80.139    89.453    82.417    89.79     90.05     82.539    86.729    91.037    



17:16  JC97564-2      78.21     87.085    79.312    91.846    88.893    80.069    88.477    90.35     



17:22  ZZZZZZ         77.235    84.908    78.098    87.191    87.34     80.864    86.753    88.141    



17:27  ZZZZZZ         78.106    85.832    76.744    87.187    88.372    79.559    86.745    90.582    



17:32  MP18041-MB1    78.662    87.518    77.985    88.723    88.78     79.281    87.318    90.475    



17:37  MA47752-CCVA6  90.989    97.645    90.024    92.305    97.889    88.751    88.041    95.103    



17:42  MA47752-CCB6   89.846    94.888    85.804    91.192    94.269    84.773    87.124    94.97     
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



17:47  MP18041-B1     80.74     88.547    80.861    87.786    90.81     80.653    86.618    90.584    



17:52  MP18041-S1     78.135    83.769    76.584    84.484    86.004    77.829    82.768    85.485    



17:56  MP18041-S1     84.894    87.911    80.823    85.335    88.036    80.084    81.71     89.59     



18:01  MP18041-S2     77.065    83.77     76.687    83.96     86.28     77.798    83.415    86.009    



18:06  MP18041-S2     84.232    87.282    81.212    85.26     88.099    80.326    81.851    89.524    



18:11  JC97283-1      77.637    83.327    76.171    83.471    85.749    78.579    83.287    86.018    



18:16  JC97283-1      86.761    89.408    82.741    86.195    89.633    81.512    83.34     91.437    



18:21  MP18041-SD1    88.04     89.211    81.905    84.672    89.923    81.548    82.887    89.46     



18:26  MP18041-SD1    87.41     88.509    81.881    84.941    89.382    80.434    80.435    89.498    



18:31  ZZZZZZ         78.099    84.89     77.019    84.4      82.616    75.08     79.34     83.633    



18:36  MA47752-CCVA7  87.318    91.911    84.706    84.792    92.271    84.026    81.506    90.062    



18:40  MA47752-CCB7   88.874    90.245    83.074    84.912    90.902    82.21     81.662    91.352    



18:45  ZZZZZZ         79.322    84.302    76.568    81.951    85.939    75.897    78.961    85.745    



18:50  ZZZZZZ         74.419    78.084    71.114    77.061    79.925    72.881    75.157    79.545    



18:55  ZZZZZZ         81.386    81.06     73.867    78.864    83.057    75.069    74.751    83.78     



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         80.304    82.322    74.486    77.898    82.541    74.782    74.855    82.654    



19:10  ZZZZZZ         74.133    78.457    70.856    79.019    79.637    73.293    78.677    80.191    



19:15  ZZZZZZ         77.833    79.313    72.588    77.75     80.993    72.818    74.566    81.908    



19:19  ZZZZZZ         81.527    81.163    73.483    76.889    82.018    73.659    74.844    82.061    



19:24  ZZZZZZ         75.051    78.127    70.314    76.367    79.083    71.77     75.335    80.626    



19:29  ZZZZZZ         75.577    78.419    74.138    80.467    79.246    76.066    79.775    78.404    



19:34  MA47752-CCVA8  85.787    87.194    81.257    81.301    87.43     79.104    77.519    84.799    



19:39  MA47752-CCB8   84.916    84.65     77.007    80.347    83.783    77.231    76.034    83.887    



19:44  ZZZZZZ         83.962    85.049    77.776    80.259    84.577    78.102    76.965    84.661    



19:49  ZZZZZZ         84.131    84.354    77.621    80.475    85.048    77.738    75.918    84.997    



19:54  ZZZZZZ         78.607    82.191    73.009    81.1      84.734    73.723    79.102    82.137    



19:58  ZZZZZZ         82.703    84.54     77.937    79.742    84.469    76.546    76.472    84.917    



20:03  ZZZZZZ         78.61     81.879    76.387    79.329    84.77     77.806    80.7      82.702    



20:08  ZZZZZZ         83.802    83.938    76.559    78.932    84.748    76.329    74.2      83.722    



20:13  ZZZZZZ         83.655    80.343    73.477    76.694    81.482    73.598    72.647    80.693    



20:18  ZZZZZZ         76.683    76.578    71.158    75.772    78.486    72.947    74.304    76.946    



20:23  ZZZZZZ         82.904    81.108    74.091    76.342    81.23     74.167    72.175    81.572    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



20:28  ZZZZZZ         77.245    78.168    71.583    75.62     79.818    72.648    74.847    79.501    



20:33  MA47752-CCVA9  84.176    83.643    76.717    77.113    84.023    76.437    74.07     81.915    



20:38  MA47752-CCB9   83.706    81.904    71.199    76.252    81.679    71.902    72.578    82.048    



20:43  ZZZZZZ         84.054    81.058    74.765    76.81     82.06     73.846    73.689    82.812    



20:48  ZZZZZZ         75.662    76.569    70.832    74.868    77.372    71.721    76.451    76.741    



20:52  ZZZZZZ         82.639    80.449    73.054    75.621    80.694    72.986    72.181    80.654    



20:57  ZZZZZZ         77.295    77.906    71.049    75.692    79.423    73.874    77.317    77.932    



21:02  ZZZZZZ         79.954    77.092    71.287    73.624    77.486    71.297    71.189    78.308    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         76.682    77.658    73.698    76.105    78.769    74.126    76.79     77.584    



21:27  ZZZZZZ         80.898    79.083    70.521    73.622    78.471    71.477    70.066    79.165    



21:32  MA47752-CCVA10 82.812    79.961    74.623    73.9      79.691    72.985    71.091    78.884    



21:37  MA47752-CCB10  82.067    78.476    71.8      72.764    77.45     71.481    70.081    78.962    



21:41  ZZZZZZ         82.509    79.328    72.525    75.205    79.218    72.52     71.701    78.239    



21:46  ZZZZZZ         77.751    77.576    71.362    74.973    79.509    73.208    75.406    77.017    



21:51  ZZZZZZ         83.091    79.747    72.507    60.345 !a 79.33     72.55     61.394 !a 79.036    



21:56  ZZZZZZ         77.384    78.673    72.416    70.563    80.793    73.268    70.97     78.258    



22:01  ZZZZZZ         79.824    78.817    71.405    73.44     79.696    71.385    69.716 !a 78.5      



22:06  ZZZZZZ         80.761    77.257    70.232    72.445    77.647    69.958 !a 68.412 !a 77.907    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 83.868    81.613    75.485    74.385    81.182    72.787    70.524    79.218    



22:35  MA47752-CCB11  83.281    77.652    72.135    72.98     76.525    70.413    67.977 !a 77.22     



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         81.55     78.656    71.579    73.016    77.967    69.639 !a 69.588 !a 78.013    



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         87.415    83.956    77.489    75.326    83.687    74.914    70.307    81.587    



23:20  MP18078-S1     83.47     80.419    70.263    73.335    79.915    68.916    70.124    78.261    



23:25  MP18078-S2     83.269    80.473    74.437    73.868    80.328    73.781    71.035    78.728    



23:29  MA47752-CCVA12 82.533    81.079    74.128    72.739    80.799    73.268    68.889    78.521    



23:34  MA47752-CCB12  81.767    77.205    71.494    72.168    77.085    70.026    68.942    77.11     



23:39  TD46661-1      83.07     80.397    73.434    74.208    79.439    72.497    69.355    77.671    



23:44  ZZZZZZ         77.977    85.456    77.276    74.159    77.105    70.73     63.544    72.676    



23:49  ZZZZZZ         84.065    78.649    70.991    72.537    78.447    69.815    68.632    79.014    



23:54  ZZZZZZ         80.226    76.333    71.483    71.536    76.481    70.897    68.044    76.339    



23:59  MP18010A-PS1   80.185    83.047    76.603    77.025    80.263    73.612    69.708 !a 78.755    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   81.29     88.363    80.746    79.332    81.61     74.561    70.389    80.431    



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 83.559    81.819    75.242    73.81     82.34     73.651    70.185    79.758    



00:33  MA47752-CCB13  85.497    82.389    74.594    76.65     81.261    73.383    71.338    82.327    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         90        84.731    76.537    76.592    84.629    75.139    71.918    83.973    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         86.744    82.594    74.325    76.84     81.148    73.349    72.279    81.303    



01:23  ZZZZZZ         85.744    83.417    75.651    76.649    80.856    73.52     70.108    81.066    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (74-1)         60-125 %   60-125 %  
Istd#6  Germanium (74-2)         60-125 %   60-125 %  
Istd#7  Germanium (74-3)         60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



Istd#8  Rhodium (103-1)          60-125 %   60-125 %  



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       100       100       100       100       100       



11:53  MA47752-STD4   100.323   99.079    99.741    100.143   99.954    100.818   99.312    99.97     



11:58  MA47752-STD5   100.174   97.447    98.903    99.081    99.776    100.24    97.044    99.117    



12:03  MA47752-STD6   100.074   97.214    99.574    99.347    101.685   100.749   98.488    101.46    



12:08  MA47752-STD7   98.099    98.14     99.15     98.267    102.109   98.785    100.454   101.555   



12:13  MA47752-STD8   98.829    97.931    101.018   96.804    103.66    99.689    100.621   104.158   



12:17  MA47752-STD9   98.425    98.436    97.531    97.293    99.497    99.657    101.053   99.879    



12:22  MA47752-STD10  101.481   100.649   100.511   101.12    100.746   102.243   103.331   100.92    



12:27  MA47752-STD11  99.186    99.123    98.588    99.674    101.139   101.877   103.866   99.96     



12:32  MA47752-STD12  97.889    96.367    95.414    99.124    98.392    102.096   102.979   98.287    



12:37  ZZZZZZ         100.86    98.474    101.365   99.539    101.385   99.589    98.747    100.448   



12:42  MA47752-ICVA1  97.865    95.852    99.529    98.44     102.017   101.211   101.051   102.113   



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   99.209    98.017    99.588    97.834    99.012    97.997    98.798    99.729    



12:57  MA47752-ICB1   99.442    98.74     99.389    97.308    100.937   98.171    99.543    99.831    



13:02  MA47752-CCVA1  97.73     94.016    96.426    97.711    98.135    99.835    99.47     97.382    



13:07  MA47752-CCB1   97.74     98.23     98.882    96.618    99.001    97.676    99.149    98.53     



13:12  MA47752-CRI1   98.277    97.772    99.251    96.77     98.774    97.285    99.682    98.161    



13:25  MA47752-ICSA1  81.582    79.459    83.374    84.953    89.05     88.9      93.886    88.039    



13:29  MA47752-ICSAB1 79.169    77.505    84.489    82.904    90.235    88.064    92.47     90.276    



13:34  ZZZZZZ         90.54     93.655    94.853    88.865    100.947   94.402    99.123    100.401   



13:39  ZZZZZZ         91.386    93.513    97.447    89.304    101.717   94.622    97.769    101.598   



13:46  ZZZZZZ         93.713    94.881    97.982    92.888    99.875    95.851    99.038    99.906    



13:51  ZZZZZZ         93.107    94.036    98.776    92.667    101.454   95.546    97.742    101.56    



13:58  ZZZZZZ         89.137    91.588    95.724    84.545    102.31    93.118    97.085    102.961   



14:03  MA47752-CCVA2  92.121    92.303    99.8      90.779    106.043   97.407    100.956   106.803   



14:08  MA47752-CCB2   92.418    94.158    99.722    89.66     104.714   94.861    98.005    105.024   



14:13  ZZZZZZ         92.255    94.704    99.587    89.454    103.668   93.887    97.832    103.695   



14:18  ZZZZZZ         87.896    90.229    100.52    86.588    105.594   92.367    97.68     107.456   



14:23  ZZZZZZ         92.119    93.908    98.435    91.282    100.589   94.704    98.726    100.369   



14:28  ZZZZZZ         92.387    93.766    98.115    90.196    100.801   94.069    99.062    101.049   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



14:32  ZZZZZZ         89.363    90.324    98.051    87.076    104.56    95.538    99.334    106.893   



14:37  ZZZZZZ         94.226    95.137    99.974    92.962    101.504   95.297    99.795    100.796   



14:42  MA47752-CCVA3  91.525    90.773    99.216    89.954    105.491   96.629    98.819    105.914   



14:47  MA47752-CCB3   91.628    92.83     97.963    88.484    102.469   92.867    97.817    102.843   



14:52  ZZZZZZ         93.491    94.215    99.532    91.627    102.102   94.477    98.097    101.549   



14:57  ZZZZZZ         89.447    89.581    98.062    86.55     103.31    93.647    96.402    103.879   



15:02  ZZZZZZ         92.729    93.109    98.808    92.271    100.934   93.995    96.871    99.644    



15:31  MA47752-CCVA4  90.193    87.946    95.581    88.427    99.484    94.678    95.791    99.303    



15:36  MA47752-CCB4   91.285    90.548    97.601    88.105    99.699    91.458    94.14     98.935    



15:41  MP18106-MB1    89.235    88.9      97.024    84.883    104.579   92.027    94.48     104.567   



15:46  JC97564-3      88.392    87.598    96.219    84.08     103.364   91.668    94.048    103.341   



15:51  MP18106-B1     88.107    86.861    97.652    84.577    105.846   92.507    94.474    106.167   



15:57  MP18106-S1     84.563    67.868 !a 95.01     82.125    103.563   91.32     74.572    105.491   



16:02  MP18106-S1     90.018    88.699    97.044    87.211    102.028   92.535    93.383    101.66    



16:07  MP18106-S2     84.992    83.355    95.071    81.494    103.129   90.517    91.21     103.506   



16:12  MP18106-S2     90.251    87.417    97.198    86.928    101.409   92.515    91.437    101.907   



16:17  JC97513-19     81.027    83.529    94.462    78.487    100.033   85.795    89.868    101.346   



16:22  JC97513-19     89.112    85.984    96.812    85.823    99.463    90.027    89.752    99.571    



16:28  MP18106-SD1    91.329    87.127    97.889    89.08     99.249    93.198    91.054    99.062    



16:33  MA47752-CCVA5  90.118    85.411    98.008    88.371    101.539   93.636    91.858    102.131   



16:38  MA47752-CCB5   91.725    88.719    99.332    88.808    99.895    91.69     91.94     100.539   



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         89.774    87.367    97.613    86.607    100.103   90.836    91.349    100.552   



16:54  ZZZZZZ         87.898    84.27     97.241    84.768    101.073   90.272    89.766    102.146   



17:00  MP18106-SD1    91.172    87.589    97.589    88.137    98.292    90.366    90.494    98.423    



17:05  JC97564-1      81.075    79.324    91.22     79.277    98.601    88.074    88.956    101.432   



17:11  JC97564-1      85.045    83.059    93.913    83.259    98.973    89.213    90.494    101.55    



17:16  JC97564-2      83.06     84.285    92.572    80.001    100.748   89.094    93.529    102.048   



17:22  ZZZZZZ         83.872    81.254    90.907    81.21     98.691    88.54     88.596    99.811    



17:27  ZZZZZZ         83.213    82.216    91.984    79.506    98.441    86.931    88.319    99.278    



17:32  MP18041-MB1    83.685    83.269    93.092    79.402    99.38     87.431    88.018    99.458    



17:37  MA47752-CCVA6  88.881    83.213    97.752    86.924    100.92    92.284    90.227    101.922   



17:42  MA47752-CCB6   87.67     84.769    94.634    84.668    97.563    87.716    87.717    97.439    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



17:47  MP18041-B1     83.942    81.534    92.761    80.781    99.843    87.794    88.198    100.63    



17:52  MP18041-S1     80.922    77.01     89.966    78.591    97.231    86.949    85.019    99.279    



17:56  MP18041-S1     83.288    80.094    91.52     80.872    94.756    85.236    84.277    94.821    



18:01  MP18041-S2     80.892    77.205    90.123    78.562    96.097    86.879    86.441    98.537    



18:06  MP18041-S2     83.433    79.275    91.629    81.025    93.94     84.642    82.848    93.949    



18:11  JC97283-1      80.885    77.585    88.764    77.863    93.818    84.537    82.17     95.414    



18:16  JC97283-1      84.856    80.403    90.647    81.542    94.639    85.1      82.329    93.878    



18:21  MP18041-SD1    83.501    78.575    90.88     81.75     92.117    84.189    81.332    92.622    



18:26  MP18041-SD1    82.89     78.288    89.984    80.6      91.735    83.349    79.928    92.466    



18:31  ZZZZZZ         78.155    75.325    86.603    75.277    91.763    82.988    79.912    95.232    



18:36  MA47752-CCVA7  83.976    76.054    91.936    82.195    95.258    86.294    80.232    95.788    



18:40  MA47752-CCB7   84.223    79.537    90.454    81.286    91.798    83.729    79.487    91.864    



18:45  ZZZZZZ         78.37     75.042    87.49     75.459    92.87     82.292    79.385    95.537    



18:50  ZZZZZZ         75.973    71.338    83.616    74.217    90.664    81.704    76.992    91.44     



18:55  ZZZZZZ         78.023    74.11     85.257    75.38     88.214    79.132    75.869    88.648    



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         77.08     73.488    84.734    75.31     87.818    79.465    75.709    88.035    



19:10  ZZZZZZ         75.666    72.421    82.656    73.755    88.927    80.961    77.165    89.914    



19:15  ZZZZZZ         75.786    72.038    83.78     73.381    88.354    79.352    76.079    89.319    



19:19  ZZZZZZ         77.183    72.73     84.58     74.773    87.067    78.291    74.762    86.729    



19:24  ZZZZZZ         74.643    71.431    82.748    71.67     87.237    77.478    75.077    87.549    



19:29  ZZZZZZ         76.153    72.441    82.278    74.254    87.981    81.422    77.477    89.231    



19:34  MA47752-CCVA8  79.894    72.962    86.774    77.796    90.493    82.956    76.917    90.836    



19:39  MA47752-CCB8   78.758    74.442    85.151    75.777    87.95     78.783    75.452    86.526    



19:44  ZZZZZZ         79.34     73.577    85.606    76.648    87.743    80.671    76.096    87.481    



19:49  ZZZZZZ         79.32     73.654    85.427    76.394    86.856    79.5      74.976    87.106    



19:54  ZZZZZZ         75.461    72.05     84.591    73.028    90.157    79.23     76.812    91.84     



19:58  ZZZZZZ         78.633    73.24     86.223    76.442    87.732    80.041    75.042    88.485    



20:03  ZZZZZZ         78.317    71.851    85.521    76.211    90.463    83.07     76.92     91.167    



20:08  ZZZZZZ         78.069    72.809    86.366    76.32     87.826    79.333    75.132    88.465    



20:13  ZZZZZZ         75.119    70.976    83.042    72.879    85.346    76.087    73.303    85.527    



20:18  ZZZZZZ         73.404    68.999 !a 79.884    72.466    86.469    78.84     74.047    88.091    



20:23  ZZZZZZ         76.137    71.006    83.735    73.69     85.792    76.158    73.227    85.322    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



20:28  ZZZZZZ         75.066    70.144    81.43     72.411    86.868    78.65     74.119    87        



20:33  MA47752-CCVA9  76.647    70.478    83.818    75.429    87.525    79.876    73.48     87.643    



20:38  MA47752-CCB9   73.669    71.471    82.876    71.299    84.243    73.994    72.867    83.322    



20:43  ZZZZZZ         76.64     72.23     82.904    73.724    84.937    76.999    73.47     84.247    



20:48  ZZZZZZ         73.359    68.503 !a 79.73     72.319    85.495    78.648    73.164    85.926    



20:52  ZZZZZZ         75.018    70.988    81.886    72.903    84.269    76.048    72.904    83.497    



20:57  ZZZZZZ         74.469    68.836 !a 80.771    72.281    85.681    78.587    73.473    86.642    



21:02  ZZZZZZ         72.659    68.812 !a 78.938    71.049    82.547    74.708    72.302    82.588    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         73.992    68.52 !a  80.021    72.943    86.04     79.341    73.492    86.148    



21:27  ZZZZZZ         73.018    68 !a     81.542    71.699    84.31     76.207    72.081    84.448    



21:32  MA47752-CCVA10 73.561    67.79 !a  80.057    72.329    83.956    76.461    71.584    83.536    



21:37  MA47752-CCB10  73.148    68.674 !a 79.478    70.825    81.599    73.676    70.181    80.258    



21:41  ZZZZZZ         74.328    69.723 !a 79.68     71.468    82.846    75.112    71.958    82.612    



21:46  ZZZZZZ         73.108    68.367 !a 79.974    71.383    84.678    77.468    73.468    86.232    



21:51  ZZZZZZ         74.09     57.324 !a 80.66     72.066    83.827    75.322    58.805 !a 84.32     



21:56  ZZZZZZ         73.098    64.009 !a 80.666    71.748    85.883    78.16     68.851 !a 86.128    



22:01  ZZZZZZ         72.55     68.095 !a 80.676    71.039    83.761    75.257    71.309    83.92     



22:06  ZZZZZZ         71.832    67.09 !a  79.27     70.014    81.349    73.262    69.771 !a 80.679    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 74.096    67.516 !a 81.11     72.672    84.106    76.713    70.72     83.705    



22:35  MA47752-CCB11  72.67     67.707 !a 78.307    69.824 !a 80.182    73.387    68.919 !a 79.946    



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         72.555    67.646 !a 78.931    69.887 !a 81.703    73.857    69.801 !a 81.07     



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         75.709    68.957 !  82.764    74.368    85.156    76.271    70.877    84.802    



23:20  MP18078-S1     68.807    66.826    80.483    68.309    82.517    70.681    69.832    81.976    



23:25  MP18078-S2     73.037    67.105    80.143    72.519    82.507    75.829    70.156    82.126    



23:29  MA47752-CCVA12 72.857    66.383    80.518    71.749    82.117    75.765    69.305    81.696    



23:34  MA47752-CCB12  72.11     67.258    78.026    69.533    78.734    72.417    69.548    78.808    



23:39  TD46661-1      73.105    66.795    79.642    71.638    81.398    73.954    69.888    81.062    



23:44  ZZZZZZ         67.31     58.928 !a 76.231    69.343    80.856    73.968    67.823    80.847    



23:49  ZZZZZZ         72.589    67.786    79.885    70.199    81.785    73.245    69.96     82.126    



23:54  ZZZZZZ         73.296    66.002    77.178    70.963    81.655    75.03     69.51     81.221    



23:59  MP18010A-PS1   73.724    66.547 !a 80.869    72.357    83.799    76.374    70.693    88.389    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   74.699    66.412 !a 81.654    73.018    84.575    77.418    71.125    91.449    



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 74.043    66.511 !a 81.171    72.341    83.195    76.568    69.901 !a 83.325    



00:33  MA47752-CCB13  75.896    69.452 !a 82.516    72.601    82.628    74.605    70.287    82.776    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         76.829    69.655 !  84.534    74.523    86.503    77.47     71.421    86.037    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         75.119    68.632 !  80.286    72.305    81.352    74.568    70.491    80.59     



01:23  ZZZZZZ         74.832    68.723 !  80.295    72.666    81.947    74.229    70.422    80.353    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Rhodium (103-2)          60-125 %   60-125 %  
Istd#10 Rhodium (103-3)          60-125 %   60-125 %  
Istd#11 Indium (115-1)           60-125 %   60-125 %  
Istd#12 Indium (115-2)           60-125 %   60-125 %  
Istd#13 Terbium (159-1)          60-125 %   60-125 %  
Istd#14 Terbium (159-2)          60-125 %   60-125 %  
Istd#15 Terbium (159-3)          60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



Istd#16 Holmium (165-1)          60-125 %   60-125 %  



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       



11:53  MA47752-STD4   99.988    99.406    98.932    



11:58  MA47752-STD5   100.358   100.437   98.621    



12:03  MA47752-STD6   100.799   101.769   99.767    



12:08  MA47752-STD7   99.161    100.969   98.796    



12:13  MA47752-STD8   99.476    101.587   99.491    



12:17  MA47752-STD9   100.301   99.281    98.556    



12:22  MA47752-STD10  102.252   99.56     100.435   



12:27  MA47752-STD11  102.18    97.09     97.921    



12:32  MA47752-STD12  103.061   93.234    96.115    



12:37  ZZZZZZ         99.832    100.979   98.707    



12:42  MA47752-ICVA1  101.977   99.339    97.817    



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   98.255    99.6      97.21     



12:57  MA47752-ICB1   98.533    100.008   97.561    



13:02  MA47752-CCVA1  101.004   95.479    96.995    



13:07  MA47752-CCB1   97.605    99.374    96.485    



13:12  MA47752-CRI1   97.492    99.453    95.914    



13:25  MA47752-ICSA1  88.69     81.043    80.502    



13:29  MA47752-ICSAB1 87.607    83.256    80.402    



13:34  ZZZZZZ         95.226    100.777   95.854    



13:39  ZZZZZZ         95.923    103.059   96.408    



13:46  ZZZZZZ         96.643    101.978   96.373    



13:51  ZZZZZZ         96.693    102.03    96.435    



13:58  ZZZZZZ         94.192    101.579   93.711    



14:03  MA47752-CCVA2  98.312    103.3     96.104    



14:08  MA47752-CCB2   95.243    103.713   95.549    



14:13  ZZZZZZ         95.135    104.425   95.893    



14:18  ZZZZZZ         93.39     103.445   92.407    



14:23  ZZZZZZ         95.167    99.908    94.842    



14:28  ZZZZZZ         94.189    100.93    95.047    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



14:32  ZZZZZZ         96.271    103.191   94.17     



14:37  ZZZZZZ         95.486    101.664   94.976    



14:42  MA47752-CCVA3  97.976    102.824   94.621    



14:47  MA47752-CCB3   93.778    102.324   94.446    



14:52  ZZZZZZ         95.539    102.197   95.738    



14:57  ZZZZZZ         94.294    102.784   93.351    



15:02  ZZZZZZ         94.469    99.679    94.558    



15:31  MA47752-CCVA4  96.096    97.38     93.085    



15:36  MA47752-CCB4   92.171    101.126   92.02     



15:41  MP18106-MB1    92.943    102.5     91.814    



15:46  JC97564-3      92.253    101.06    90.819    



15:51  MP18106-B1     94.151    102.459   90.55     



15:57  MP18106-S1     92.471    100.057   88.803    



16:02  MP18106-S1     93.281    100.358   92.626    



16:07  MP18106-S2     91.673    99.794    88.5      



16:12  MP18106-S2     93.267    100.054   92.227    



16:17  JC97513-19     86.617    97.611    84.835    



16:22  JC97513-19     90.837    98.707    90.617    



16:28  MP18106-SD1    92.999    99.88     93.589    



16:33  MA47752-CCVA5  93.688    97.933    90.169    



16:38  MA47752-CCB5   91.395    100.157   91.996    



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         90.929    101.051   90.51     



16:54  ZZZZZZ         91.399    99.519    90.002    



17:00  MP18106-SD1    91.014    98.746    89.765    



17:05  JC97564-1      90.355    94.356    84.331    



17:11  JC97564-1      91.867    96.014    88.413    



17:16  JC97564-2      91.147    97.355    86.733    



17:22  ZZZZZZ         89.772    96.564    87.295    



17:27  ZZZZZZ         87.989    98.32     86.604    



17:32  MP18041-MB1    88.343    98.41     85.897    



17:37  MA47752-CCVA6  92.915    98.003    89.036    



17:42  MA47752-CCB6   88.182    97.066    87.361    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



17:47  MP18041-B1     88.559    96.884    85.02     



17:52  MP18041-S1     88.32     93.138    85.421    



17:56  MP18041-S1     86.295    94.242    85.261    



18:01  MP18041-S2     88.55     94.344    84.416    



18:06  MP18041-S2     85.731    93.529    84.188    



18:11  JC97283-1      85.108    92.583    83.043    



18:16  JC97283-1      85.492    94.216    84.273    



18:21  MP18041-SD1    84.767    91.514    84.625    



18:26  MP18041-SD1    83.411    90.653    82.5      



18:31  ZZZZZZ         85.518    89.631    80.428    



18:36  MA47752-CCVA7  85.95     92.148    83.192    



18:40  MA47752-CCB7   83.747    91.259    82.657    



18:45  ZZZZZZ         84.215    90.152    80.34     



18:50  ZZZZZZ         82.113    86.079    78.436    



18:55  ZZZZZZ         79.72     87.646    79.698    



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         80.014    87.52     78.728    



19:10  ZZZZZZ         81.802    86.561    77.854    



19:15  ZZZZZZ         79.341    86.732    77.936    



19:19  ZZZZZZ         77.772    87.556    77.979    



19:24  ZZZZZZ         77.92     86.426    76.72     



19:29  ZZZZZZ         82.277    83.896    77.578    



19:34  MA47752-CCVA8  82.866    86.695    79.404    



19:39  MA47752-CCB8   79.224    86.224    77.809    



19:44  ZZZZZZ         80.743    86.072    78.346    



19:49  ZZZZZZ         79.161    85.957    77.516    



19:54  ZZZZZZ         81.248    85.359    75.527    



19:58  ZZZZZZ         80.57     85.814    78.79     



20:03  ZZZZZZ         83.871    85.936    78.156    



20:08  ZZZZZZ         79.488    85.285    77.921    



20:13  ZZZZZZ         76.312    83.998    75.5      



20:18  ZZZZZZ         79.801    81.434    75.539    



20:23  ZZZZZZ         76.702    85.179    76.189    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



20:28  ZZZZZZ         78.723    84.3      76.223    



20:33  MA47752-CCVA9  79.865    83.593    76.942    



20:38  MA47752-CCB9   73.329    84.848    73.499    



20:43  ZZZZZZ         77.152    83.67     76.053    



20:48  ZZZZZZ         78.96     81.557    75.49     



20:52  ZZZZZZ         76.578    83.67     76.729    



20:57  ZZZZZZ         79.577    81.256    74.057    



21:02  ZZZZZZ         74.636    81.448    74.522    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         79.886    80.652    74.779    



21:27  ZZZZZZ         76.723    82.751    74.644    



21:32  MA47752-CCVA10 76.66     80.992    73.984    



21:37  MA47752-CCB10  73.997    80.875    73.204    



21:41  ZZZZZZ         75.434    80.766    73.633    



21:46  ZZZZZZ         77.671    80.06     73.479    



21:51  ZZZZZZ         75.828    82.604    74.741    



21:56  ZZZZZZ         78.591    80.684    74.114    



22:01  ZZZZZZ         75.401    81.093    73.656    



22:06  ZZZZZZ         73.617    80.804    72.562    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 76.794    80.643    73.784    



22:35  MA47752-CCB11  73.069    80.087    72.111    



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         73.855    81.533    72.752    



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Ca,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         76.856    82.355    74.521    



23:20  MP18078-S1     70.176    79.549    68.709    



23:25  MP18078-S2     75.407    79.273    73.453    



23:29  MA47752-CCVA12 75.417    79.616    72.268    



23:34  MA47752-CCB12  71.754    77.592    71.617    



23:39  TD46661-1      74.908    79.547    72.48     



23:44  ZZZZZZ         74.391    69.929    64.494    



23:49  ZZZZZZ         72.82     81.761    73.893    



23:54  ZZZZZZ         76.044    79.842    73.955    



23:59  MP18010A-PS1   80.331    81.867    74.109    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   83.863    80.632    73.9      



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 76.395    79.454    73.152    



00:33  MA47752-CCB13  74.637    81.084    73.459    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         76.667    85.401    76.108    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         74.468    80.016    73.172    



01:23  ZZZZZZ         75.054    80.344    73.514    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Holmium (165-2)          60-125 %   60-125 %  
Istd#18 Bismuth (209-1)          60-125 %   60-125 %  
Istd#19 Bismuth (209-2)          60-125 %   60-125 %  



_________________________________________________________________________________________________________



Page 17



84 of 556



JC97564



6
6.2.2











BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    12:57             13:07             14:08             14:47              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .27      1.81     <25      1.87     <25      2.15     <25      2.01     <25      



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     -0.00316 <0.50    0.00478  <0.50    0.00213  <0.50    0.00391  <0.50    



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     0.00269  <0.50    0.00967  <0.50    0.00382  <0.50    0.00488  <0.50    



Calcium        250      1.8      3.23     <250     3.84     <250     3.90     <250     4.23     <250     



Chromium       1.0      .018     0.0241   <1.0     0.0244   <1.0     0.0403   <1.0     0.0319   <1.0     



Cobalt         0.50     .002     -0.000871<0.50    0.00186  <0.50    0.000367 <0.50    0.00279  <0.50    



Copper         2.0      .006     -0.0122  <2.0     0.00754  <2.0     0.00117  <2.0     0.0288   <2.0     



Iron           25       .16      0.229    <25      0.692    <25      0.794    <25      0.684    <25      



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      0.211    <250     0.421    <250     0.642    <250     0.466    <250     



Manganese      1.0      .005     -0.0000826<1.0     0.00186  <1.0     0.00647  <1.0     0.00432  <1.0     



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     -0.00172 <1.0     0.00874  <1.0     0.00916  <1.0     0.00383  <1.0     



Potassium      250      1        -1.34    <250     -0.793   <250     -0.158   <250     -0.599   <250     



Selenium       0.50     .4       -0.130   <0.50    0.173    <0.50    0.194    <0.50    0.161    <0.50    



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      0.123    <250     0.429    <250     5.09     <250     4.26     <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     0.00916  <1.0     0.00645  <1.0     -0.00590 <1.0     0.00440  <1.0     



Zinc           5.0      .023     -0.0429  <5.0     -0.0312  <5.0     -0.00293 <5.0     0.0397   <5.0     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    15:36             16:38             17:42                                
Sample ID:                    CCB4     CCB5     CCB6     



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .27      2.09     <25      1.92     <25      1.95     <25                        



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     0.00548  <0.50    0.0299   <0.50    0.0229   <0.50                      



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     0.00588  <0.50    0.00391  <0.50    0.0194   <0.50                      



Calcium        250      1.8      3.36     <250     3.80     <250     3.79     <250                       



Chromium       1.0      .018     0.0325   <1.0     0.0326   <1.0     0.0436   <1.0                       



Cobalt         0.50     .002     0.000960 <0.50    0.000181 <0.50    0.00817  <0.50                      



Copper         2.0      .006     -0.00207 <2.0     0.000868 <2.0     0.00630  <2.0                       



Iron           25       .16      0.712    <25      0.694    <25      0.984    <25                        



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      0.543    <250     0.467    <250     0.602    <250                       



Manganese      1.0      .005     0.00233  <1.0     -0.000465<1.0     0.0109   <1.0                       



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     0.0129   <1.0     -0.000487<1.0     0.0222   <1.0                       



Potassium      250      1        0.190    <250     -0.519   <250     0.349    <250                       



Selenium       0.50     .4       0.157    <0.50    0.244    <0.50    0.0272   <0.50                      



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      3.60     <250     2.89     <250     3.97     <250                       



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     -0.00537 <1.0     0.00219  <1.0     0.0112   <1.0                       



Zinc           5.0      .023     -0.00474 <5.0     -0.00908 <5.0     0.605    <5.0                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           12:42                      12:52                      13:02                       
Sample ID:  ICVA     ICVA1    ICV      ICV2     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5500     5310     96.5     60       58.5     97.5     5000     4860     97.2              



Antimony       anr                                                                                       



Arsenic        60       63.0     105.0                               50       50.5     101.0             



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        60       58.5     97.5                                50       49.4     98.8              



Calcium        5500     5170     94.0                                5000     5140     102.8             



Chromium       60       57.7     96.2                                50       48.8     97.6              



Cobalt         60       60.7     101.2                               50       50.6     101.2             



Copper         60       59.5     99.2                                50       50.5     101.0             



Iron           5500     5350     97.3                                5000     4970     99.4              



Lead           anr                                                                                       



Magnesium      5500     5400     98.2                                5000     5010     100.2             



Manganese      60       60.6     101.0                               50       50.6     101.2             



Molybdenum                                                                                               



Nickel         60       59.3     98.8                                50       49.9     99.8              



Potassium      5500     5320     96.7                                5000     4920     98.4              



Selenium       260      269      103.5                               200      204      102.0             



Silver         anr                                                                                       



Sodium         5500     5190     94.4                                5000     4830     96.6              



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       60       60.1     100.2                               50       50.2     100.4             



Zinc           60       59.9     99.8                                50       49.9     99.8              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           14:03                      14:42                      15:31                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4830     96.6     5000     4870     97.4     5000     4850     97.0              



Antimony       anr                                                                                       



Arsenic        50       53.0     106.0    50       52.2     104.4    50       52.5     105.0             



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        50       51.3     102.6    50       51.9     103.8    50       52.1     104.2             



Calcium        5000     5000     100.0    5000     4970     99.4     5000     5000     100.0             



Chromium       50       51.0     102.0    50       51.0     102.0    50       50.9     101.8             



Cobalt         50       53.5     107.0    50       53.2     106.4    50       53.1     106.2             



Copper         50       53.3     106.6    50       53.1     106.2    50       52.6     105.2             



Iron           5000     5260     105.2    5000     5220     104.4    5000     5280     105.6             



Lead           anr                                                                                       



Magnesium      5000     5120     102.4    5000     5150     103.0    5000     5160     103.2             



Manganese      50       52.5     105.0    50       51.7     103.4    50       51.8     103.6             



Molybdenum                                                                                               



Nickel         50       52.4     104.8    50       52.5     105.0    50       52.3     104.6             



Potassium      5000     4970     99.4     5000     4980     99.6     5000     5020     100.4             



Selenium       200      205      102.5    200      209      104.5    200      203      101.5             



Silver         anr                                                                                       



Sodium         5000     4990     99.8     5000     5000     100.0    5000     5060     101.2             



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       51.8     103.6    50       51.9     103.8    50       51.6     103.2             



Zinc           50       54.0     108.0    50       53.4     106.8    50       52.8     105.6             



(*) Outside of QC limits
(anr) Analyte not requested



_________________________________________________________________________________________________________



Page 2



88 of 556



JC97564



6
6.2.4











CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           16:33                      17:37                                                  
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    



Metal          True     Results  % Rec    True     Results  % Rec                                         



Aluminum       5000     4930     98.6     5000     4830     96.6                                         



Antimony       anr                                                                                       



Arsenic        50       52.6     105.2    50       50.8     101.6                                        



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        50       51.8     103.6    50       50.8     101.6                                        



Calcium        5000     4990     99.8     5000     4920     98.4                                         



Chromium       50       50.8     101.6    50       49.3     98.6                                         



Cobalt         50       52.8     105.6    50       51.7     103.4                                        



Copper         50       52.2     104.4    50       51.0     102.0                                        



Iron           5000     5350     107.0    5000     5240     104.8                                        



Lead           anr                                                                                       



Magnesium      5000     5200     104.0    5000     5100     102.0                                        



Manganese      50       51.9     103.8    50       50.6     101.2                                        



Molybdenum                                                                                               



Nickel         50       51.8     103.6    50       50.4     100.8                                        



Potassium      5000     5010     100.2    5000     4920     98.4                                         



Selenium       200      205      102.5    200      203      101.5                                        



Silver         anr                                                                                       



Sodium         5000     5060     101.2    5000     4960     99.2                                         



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       51.8     103.6    50       50.6     101.2                                        



Zinc           50       52.1     104.2    50       51.3     102.6                                        



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47752        Units: ug/l



Time:                    13:12                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       27.0     108.0                                                          



Antimony       2.0      0.25     anr                                                                     



Arsenic        0.50     0.50     0.503    100.6                                                          



Barium         1.0      0.50     anr                                                                     



Beryllium      0.50     0.25     anr                                                                     



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     0.540    108.0                                                          



Calcium        250      125      256      102.4                                                          



Chromium       1.0      2.0      0.929    92.9                                                           



Cobalt         0.50     0.25     0.470    94.0                                                           



Copper         2.0      2.0      2.01     100.5                                                          



Iron           25       25       25.1     100.4                                                          



Lead           0.50     0.25     anr                                                                     



Magnesium      250      125      253      101.2                                                          



Manganese      1.0      0.25     1.05     105.0                                                          



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      0.976    97.6                                                           



Potassium      250      125      244      97.6                                                           



Selenium       0.50     0.50     0.548    109.6                                                          



Silver         0.50     1.0      anr                                                                     



Sodium         250      125      244      97.6                                                           



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     anr                                                                     



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      0.975    97.5                                                           



Zinc           5.0      2.0      5.77     115.4                                                          



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47752        Units: ug/l



Time:                    13:25             13:29                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   92000    92.0     92900    92.9                                         



Antimony                         0.180             0.210                                                 



Arsenic                 20       0.0585            18.3     91.5                                         



Barium                           0.214             0.253                                                 



Beryllium                        0.0145            0.0134                                                



Boron                   50       1.46              50.5     101.0                                        



Cadmium                 20       -0.0689           17.0     85.0                                         



Calcium        100000   100000   99000    99.0     101000   101.0                                        



Chromium                20       0.230             18.0     90.0                                         



Cobalt                  20       0.192             18.0     90.0                                         



Copper                  20       0.345             16.6     83.0                                         



Iron           100000   100000   89900    89.9     92100    92.1                                         



Lead                             0.0939            0.105                                                 



Magnesium      100000   100000   94500    94.5     95300    95.3                                         



Manganese               20       0.335             18.8     94.0                                         



Molybdenum     2000     2000     2200     110.0    2200     110.0                                        



Nickel                  20       0.571             17.3     86.5                                         



Potassium      100000   100000   97300    97.3     98400    98.4                                         



Selenium                20       0.124             19.7     98.5                                         



Silver                  20       0.0187            16.6     83.0                                         



Sodium         100000   100000   94100    94.1     94800    94.8                                         



Strontium      2000     2000     2080     104.0    2240     112.0                                        



Thallium                         0.0158            0.00903                                               



Tin            2000     2000     1690     84.5     1900     95.0                                         



Titanium       2000     2000     1850     92.5     1910     95.5                                         



Vanadium                20       0.0439            20.0     100.0                                        



Zinc                    20       0.781             16.3     81.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/30/19                                              



MB       
Metal          RL       IDL      MDL      raw      final                                                  



Aluminum       50       .54      32       5.8      <50                                                   



Antimony       4.0      .12      1.7      0.040    <4.0                                                  



Arsenic        1.0      .016     .94      0.11     <1.0                                                  



Barium         2.0      .016     .73      0.20     <2.0                                                  



Beryllium      1.0      .008     .15      -0.014   <1.0                                                  



Boron          50       1.3      14                                                                      



Cadmium        1.0      .004     .17      -0.017   <1.0                                                  



Calcium        500      3.7      64       17.9     <500                                                  



Chromium       2.0      .028     .62      0.30     <2.0                                                  



Cobalt         1.0      .004     .17      0.0018   <1.0                                                  



Copper         4.0      .012     1.9      0.096    <4.0                                                  



Iron           50       .31      19       2.5      <50                                                   



Lead           1.0      .008     .52      0.16     <1.0                                                  



Magnesium      500      .27      46       3.5      <500                                                  



Manganese      2.0      .01      .63      0.16     <2.0                                                  



Molybdenum     2.0      .02      .45                                                                     



Nickel         2.0      .016     .95      0.095    <2.0                                                  



Potassium      500      1.4      68       2.4      <500                                                  



Selenium       1.0      .14      .55      0.018    <1.0                                                  



Silver         1.0      .004     .16      0.014    <1.0                                                  



Sodium         500      .56      140      16.4     <500                                                  



Strontium      10       .006     2.4                                                                     



Thallium       1.0      .004     .17      0.029    <1.0                                                  



Tin            10       .07      2.6                                                                     



Titanium       2.0      .04      1.6                                                                     



Vanadium       2.0      .018     1.8      0.16     <2.0                                                  



Zinc           10       .046     5.4      2.0      <10                                                   



Associated samples MP18106: JC97564-1, JC97564-2, JC97564-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                10/30/19                                                       



JC97513-19        Spikelot QC                                                     
Metal          Original MS       MP6020AQ3% Rec    Limits                                                 



Aluminum       21.3     3950     4000     98.2     75-125                                                



Antimony       0.0      74.6     80       93.3     75-125                                                



Arsenic        1710     1650     80       -75.0(a) 75-125                                                



Barium         5.2      76.9     80       89.6     75-125                                                



Beryllium      0.0      75.3     80       94.1     75-125                                                



Boron                                                                                                    



Cadmium        0.0      77.0     80       96.3     75-125                                                



Calcium        4590     8650     4000     101.5    75-125                                                



Chromium       0.66     77.4     80       95.9     75-125                                                



Cobalt         0.18     76.5     80       95.4     75-125                                                



Copper         3.3      78.2     80       93.6     75-125                                                



Iron           11300    15500    4000     105.0    75-125                                                



Lead           0.42     81.2     80       101.0    75-125                                                



Magnesium      703      4650     4000     98.7     75-125                                                



Manganese      14.9     91.9     80       96.3     75-125                                                



Molybdenum                                                                                               



Nickel         0.36     75.3     80       93.7     75-125                                                



Potassium      2510     6400     4000     97.3     75-125                                                



Selenium       0.0      332      400      83.0     75-125                                                



Silver         0.035    76.8     80       96.0     75-125                                                



Sodium         2830     6830     4000     100.0    75-125                                                



Strontium                                                                                                



Thallium       0.036    78.7     80       98.3     75-125                                                



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       0.21     77.0     80       96.0     75-125                                                



Zinc           3.8      75.0     80       89.0     75-125                                                



Associated samples MP18106: JC97564-1, JC97564-2, JC97564-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery



information.
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/30/19                                              



JC97513-19        Spikelot          MSD      QC                                            
Metal          Original MSD      MP6020AQ3% Rec    RPD      Limit                                         



Aluminum       21.3     3570     4000     88.7     10.1     20                                           



Antimony       0.0      75.7     80       94.6     1.5      20                                           



Arsenic        1710     1740     80       37.5 (a) 5.3      20                                           



Barium         5.2      78.7     80       91.9     2.3      20                                           



Beryllium      0.0      76.3     80       95.4     1.3      20                                           



Boron                                                                                                    



Cadmium        0.0      70.4     80       88.0     9.0      20                                           



Calcium        4590     8700     4000     102.8    0.6      20                                           



Chromium       0.66     73.3     80       90.8     5.4      20                                           



Cobalt         0.18     76.0     80       94.8     0.7      20                                           



Copper         3.3      78.6     80       94.1     0.5      20                                           



Iron           11300    14800    4000     87.5     4.6      20                                           



Lead           0.42     82.1     80       102.1    1.1      20                                           



Magnesium      703      4600     4000     97.4     1.1      20                                           



Manganese      14.9     88.7     80       92.3     3.5      20                                           



Molybdenum                                                                                               



Nickel         0.36     75.1     80       93.4     0.3      20                                           



Potassium      2510     6040     4000     88.3     5.8      20                                           



Selenium       0.0      311      400      77.8     6.5      20                                           



Silver         0.035    75.9     80       94.8     1.2      20                                           



Sodium         2830     6600     4000     94.3     3.4      20                                           



Strontium                                                                                                



Thallium       0.036    79.7     80       99.6     1.3      20                                           



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       0.21     73.8     80       92.0     4.2      20                                           



Zinc           3.8      72.6     80       86.0     3.3      20                                           



Associated samples MP18106: JC97564-1, JC97564-2, JC97564-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery



information.
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/30/19                                                                



BSP      Spikelot QC                                                              
Metal          Result   MP6020AQ3% Rec    Limits                                                          



Aluminum       3910     4000     97.8     80-120                                                         



Antimony       74.2     80       92.8     80-120                                                         



Arsenic        72.6     80       90.8     80-120                                                         



Barium         72.5     80       90.6     80-120                                                         



Beryllium      75.9     80       94.9     80-120                                                         



Boron                                                                                                    



Cadmium        76.1     80       95.1     80-120                                                         



Calcium        3990     4000     99.8     80-120                                                         



Chromium       76.6     80       95.8     80-120                                                         



Cobalt         76.6     80       95.8     80-120                                                         



Copper         75.4     80       94.3     80-120                                                         



Iron           4200     4000     105.0    80-120                                                         



Lead           80.9     80       101.1    80-120                                                         



Magnesium      3910     4000     97.8     80-120                                                         



Manganese      77.0     80       96.3     80-120                                                         



Molybdenum                                                                                               



Nickel         75.6     80       94.5     80-120                                                         



Potassium      3860     4000     96.5     80-120                                                         



Selenium       340      400      85.0     80-120                                                         



Silver         75.5     80       94.4     80-120                                                         



Sodium         3940     4000     98.5     80-120                                                         



Strontium                                                                                                



Thallium       78.2     80       97.8     80-120                                                         



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       77.1     80       96.4     80-120                                                         



Zinc           71.7     80       89.6     80-120                                                         



Associated samples MP18106: JC97564-1, JC97564-2, JC97564-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/30/19                                                                



JC97513-19        QC                                                              
Metal          Original SDL 2:10 %DIF     Limits                                                          



Aluminum       21.3     24.7     16.2 (a) 0-10                                                           



Antimony       0.00     1.93     NC       0-10                                                           



Arsenic        1710     1480     13.5*(b) 0-10                                                           



Barium         5.16     5.69     10.2*(b) 0-10                                                           



Beryllium      0.00     0.00     NC       0-10                                                           



Boron                                                                                                    



Cadmium        0.00     0.00     NC       0-10                                                           



Calcium        4590     4590     0.0      0-10                                                           



Chromium       0.658    0.00     100.0(a) 0-10                                                           



Cobalt         0.176    0.166    5.4      0-10                                                           



Copper         3.32     3.76     13.2*(b) 0-10                                                           



Iron           11300    11200    0.9      0-10                                                           



Lead           0.416    0.485    16.8 (a) 0-10                                                           



Magnesium      703      695      1.1      0-10                                                           



Manganese      14.9     15.1     1.0      0-10                                                           



Molybdenum                                                                                               



Nickel         0.358    0.361    0.9      0-10                                                           



Potassium      2510     2490     0.8      0-10                                                           



Selenium       0.00     3.70     NC       0-10                                                           



Silver         0.0354   0.0531   50.1 (a) 0-10                                                           



Sodium         2830     2780     1.6      0-10                                                           



Strontium                                                                                                



Thallium       0.0358   0.0481   34.4 (a) 0-10                                                           



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       0.213    1.44     576.7(a) 0-10                                                           



Zinc           3.78     0.00     100.0*(b 0-10                                                           



Associated samples MP18106: JC97564-1, JC97564-2, JC97564-3



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).
(b) Serial dilution indicates possible matrix interference.
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Instrument Detection Limits Page 1 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .045
Aluminum .276
Antimony .094
Arsenic .12
Arsenic .013
Barium .008
Beryllium .004
Boron .648
Cadmium .007
Cadmium .004
Calcium 6.11
Chromium .036
Chromium .014
Cobalt .0041
Cobalt .002
Copper .1044
Copper .021
Iron 1.21
Iron .432
Lead .009
Magnesium .033
Magnesium .152
Manganese .006
Manganese .007
Molybdenum .015
Nickel .046
Nickel .017
Potassium .506
Potassium .707
Selenium .503
Selenium .072
Silver .004
Sodium .357
Sodium 1.037
Strontium .003
Thallium .004
Tin .025
Tin .071
Titanium .035
Titanium .035
Vanadium .112
Vanadium .009
Zinc .041
Zinc .029
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Instrument Detection Limits Page 2 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47741
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Instrument Detection Limits Page 3 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .371
Aluminum .272
Antimony .061
Arsenic .253
Arsenic .008
Barium .01
Beryllium .005
Boron .671
Cadmium .005
Cadmium .002
Calcium 1.84
Chromium .147
Chromium .018
Cobalt .003
Cobalt .002
Copper .018
Copper .006
Iron 3.211
Iron .155
Lead .004
Magnesium .163
Magnesium .136
Manganese .012
Manganese .005
Molybdenum .01
Nickel .012
Nickel .008
Potassium 3.978
Potassium 1.01
Selenium .84
Selenium .4
Silver .002
Sodium .503
Sodium .278
Strontium .003
Thallium .002
Tin .02
Tin .035
Titanium .197
Titanium .02
Vanadium .113
Vanadium .023
Zinc .886
Zinc .023
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Instrument Detection Limits Page 4 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47752
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Instrument Linear Ranges Page 1 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100
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Instrument Linear Ranges Page 2 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47741
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Instrument Linear Ranges Page 3 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100
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Instrument Linear Ranges Page 4 of 4     
Job Number: JC97564
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47752
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SGS North America Inc.



Metals Analysis



Raw Data



Dayton, NJ
Section 7
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3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.528E-03



5.255E-04



3.837E-02



3.080E-04



2.110E-03



1.907E-03



8.489E-02



1.620E-03



0.000E+00



1.219E-03



7.998E-06



1.125E-05



1.004E-04



6.938E-05



3.492E-04



6.598E-02



Ratio



1.665E-05



7.220E-03



1.087E-02



1.392E-04



1.714E-05



2.379E-06



4.911E-04



7.793E-05



0.00



206.67



766.70



88.89



6,505.83



52.20



1,343.41



11,190.49



357.79



323.34



14,394.10



274.45



2,036.89



486.70



50.00



43.33



386.69



266.68



CPS



25.33



11,008.25



32,178.87



593.37



73.34



10.00



-2.09



-29.64



-104.97



-369.18



0.00



-32.21



-402.62



-49.93



-155.74



-38.90



-38.31



-12.64



-5.33



-7.19



-45.48



-25.05



-50.87



-11.69



-134.14



-12.80



RSD(%)



-26.29



-135.36



-76.59



-71.85



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.022



-0.003



-0.004



-0.011



-1.208



-0.003



-0.006



-1.256



-0.538



-1.501



-0.470



-0.517



-0.024



-0.032



-0.004



-0.002



-0.005



-0.005



Conc



-0.008



-0.095



-1.734



-0.004



-0.017



-0.003



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:02



Sample Name STDA 4



Sample Type CalBlk



File Name 001CALB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47741



106 of 556



JC97564



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.885E-03



1.667E-01



320.01



28,262.16



1527.58



7.33



ug/l



ug/l



0.001



0.554



2



2



Ni



Cu
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Inst QC: MA47741



107 of 556



JC97564



7
7.1











Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.19



0.87



1.38



0.45



1.12



ISTD Recovery%



100.0



100.0



100.0



100.0



0.95



0.24



0.23



0.45



0.46



0.37



1.35



1.08



1.37



1.43



1.28



1.03



RSD(%)



0.88



1.76



1.98



1.26



1.84



2,757,307.60



247,040.52



172,273.45



261,182.66



2,832,033.99



4,927,481.75



109,811.40



163,630.97



2,871,078.77



1,119,732.72



3,939,301.79



396,913.46



4,248,992.75



4,144,497.61



6,250,307.62



597,034.35



3,845,328.49



169,568.73



CPS



1,524,784.08



2,961,976.21



603,554.67



841,667.64



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



4.646E-03



9.841E-05



3.957E-06



7.373E-04



3.171E-058.27



787.81



16.67



4.44



825.59



-16.29



-159.44



-60.02



-6.12



-306.60



ug/l



ug/l



ug/l



ug/l



ug/l-0.012



-1.032



-0.002



-0.010



-0.006



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47741



108 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



5.285E-03



1.108E-03



6.245E-02



1.407E-03



4.296E-03



2.922E-03



8.826E-02



1.653E-03



1.990E-05



1.527E-03



3.391E-05



1.369E-04



1.647E-04



1.556E-04



7.085E-04



7.733E-02



Ratio



1.659E-04



6.299E-03



1.176E-02



3.154E-04



6.625E-05



1.104E-05



6.267E-04



1.044E-04



3.33



255.56



884.48



185.56



10,451.21



235.53



2,743.56



12,940.63



718.91



488.90



14,772.23



276.67



2,647.00



666.71



216.68



530.03



636.71



603.37



CPS



253.34



9,620.72



35,161.58



1,353.44



283.35



46.67



-5.99



17.28



82.98



-621.96



-275.86



34.38



61.37



76.14



67.58



47.57



19.50



111.47



116.76



-64.27



210.48



-15.36



110.36



-6.59



4.43



14.35



RSD(%)



23.97



-6.83



72.69



25.21



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.006



0.004



0.011



0.010



-0.657



0.010



0.013



0.119



0.016



-0.737



0.649



-0.312



0.012



-0.023



0.017



0.007



0.009



0.016



Conc



0.028



-0.409



0.998



0.010



0.003



-0.001



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:07



Sample Name STDA



Sample Type CalBlk



File Name 002CALB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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JC97564



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



2.814E-03



1.646E-01



471.12



27,543.21



47.09



11.26



ug/l



ug/l



0.040



0.521



2



2



Ni



Cu
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Inst QC: MA47741
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JC97564



7
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Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.69



0.16



0.23



0.52



0.33



ISTD Recovery%



100.0



100.0



100.0



100.0



0.21



0.33



0.63



0.43



0.15



0.58



2.01



1.98



1.73



2.32



0.31



0.35



RSD(%)



1.11



1.43



1.56



1.61



1.47



2,767,056.14



245,972.87



171,006.00



259,515.87



2,831,323.78



4,971,920.64



109,545.23



163,828.71



2,884,209.47



1,121,158.33



3,931,914.01



396,540.10



4,287,875.15



4,221,316.33



6,389,833.24



605,529.65



3,875,830.78



167,357.46



CPS



1,527,150.50



2,989,496.31



610,835.33



851,059.80



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



8.212E-03



2.171E-04



5.153E-05



6.916E-04



3.108E-058.07



1,374.52



36.33



57.75



775.59



18.18



-43.03



-69.90



-10.70



13.60



ug/l



ug/l



ug/l



ug/l



ug/l-0.012



-0.630



0.021



0.012



-0.016



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47741
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.409E-03



5.977E-04



3.767E-02



4.932E-04



2.116E-03



1.898E-03



8.565E-02



1.295E-03



0.000E+00



1.051E-03



8.706E-06



1.317E-05



8.586E-05



8.504E-05



3.819E-04



6.695E-02



Ratio



1.319E-05



6.055E-03



1.200E-02



1.825E-04



2.176E-05



6.703E-06



4.850E-04



6.409E-05



0.00



177.78



745.59



101.11



6,371.31



83.32



1,386.77



11,320.57



357.78



321.12



14,484.20



218.89



1,893.54



366.69



53.33



50.00



313.35



306.69



CPS



18.67



8,700.22



32,860.20



716.71



86.67



26.67



-2.66



-154.03



-83.65



-24.35



0.00



-14.77



-185.30



-24.42



-77.74



-310.64



-84.13



-9.67



-14.96



-21.39



-38.39



-6.09



-67.49



-23.02



-85.00



-45.89



RSD(%)



-12.70



-34.00



274.38



-451.55



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.022



-0.007



-0.006



-0.008



-1.224



-0.001



-0.005



-1.140



-0.536



-1.509



-0.216



-2.546



-0.026



-0.037



-0.004



-0.002



-0.008



-0.001



Conc



-0.008



-0.492



1.722



-0.001



-0.015



-0.002



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:12



Sample Name STDA



Sample Type CalBlk



File Name 003CALB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47741
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JC97564



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.893E-03



1.521E-01



320.01



25,716.97



283.18



7.18



ug/l



ug/l



0.001



0.328



2



2



Ni



Cu
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Inst QC: MA47741
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Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.76



1.26



0.46



0.27



0.71



ISTD Recovery%



100.0



100.0



100.0



100.0



1.29



0.35



0.40



0.43



0.29



0.66



11.66



14.11



11.35



11.36



0.57



0.37



RSD(%)



8.70



11.98



10.33



9.49



11.25



2,747,909.96



246,849.29



170,790.45



259,933.31



2,840,916.83



4,952,125.50



108,186.17



162,881.02



2,876,962.31



1,111,522.71



3,909,475.26



395,560.17



3,978,814.63



3,945,069.33



5,872,184.91



563,480.82



3,659,939.43



169,099.49



CPS



1,443,726.59



2,766,738.55



574,204.74



800,822.41



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



5.198E-03



9.073E-05



1.985E-06



6.217E-04



1.976E-055.13



878.93



15.33



2.22



691.14



-14.95



-41.94



-17.58



-3.64



-170.91



ug/l



ug/l



ug/l



ug/l



ug/l-0.025



-0.969



-0.004



-0.010



-0.030



2



2



3



2



2



Cd



Sn



Se



Zn



As
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.125E-02



2.529E-02



2.789E-01



4.949E-02



2.545E-03



1.103E-03



4.523E-02



1.155E-03



4.131E-02



5.698E-02



2.881E-02



1.135E+00



2.127E-03



9.444E-03



2.105E+00



9.907E-01



3.763E-02



8.284E-01



3.061E-03



1.919E-02



5.650E-03



1.202E-03



6.471E-03



2.344E-03



Ratio



2.041E-03



7.887E-02



9.365E-02



5.896E-02



2.434E-03



46,680.61



8,283.30



426.01



1,227.03



6,914.88



9,537.30



4,822.99



190,042.54



6,904.36



4,233.95



352,296.93



165,812.49



6,297.93



138,660.00



7,570.71



193.34



35,611.57



7,575.55



24,714.70



8,946.49



8,122.58



36,062.07



CPS



3,064.33



118,345.68



278,361.25



250,067.13



10,323.75



12,695.56



79,622.70



2.79



1.89



1.80



2.21



2.68



7.70



1.69



7.34



5.36



2.03



3.65



1.98



4.11



1.11



0.51



1.23



1.30



0.46



3.90



2.60



0.84



3.04



1.45



6.82



RSD(%)



4.48



2.31



0.98



1.17



0.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.472



1.005



2.289



4.020



0.487



0.489



271.617



0.922



0.973



0.987



1.011



23.901



0.508



0.493



245.969



249.801



25.390



245.783



0.494



4.972



1.862



0.975



0.495



0.484



Conc



0.470



24.359



251.088



4.899



1.011



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 13:17



Sample Name STDB



Sample Type CalStd



File Name 004CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.3



101.7



100.9



101.9



101.9



Det



Pulse



Pulse



Pulse



Pulse



100.0



99.2



100.1



99.2



99.9



99.5



105.2



107.3



106.3



104.3



99.0



99.9



1.68



0.50



0.70



1.05



ISTD Recovery%



103.9



107.4



106.2



105.0



106.6



0.03



0.41



1.18



0.87



0.35



1.29



0.66



1.75



1.14



0.28



1.10



0.17



262,311.57



2,896,295.92



5,044,377.86



RSD(%)



1.31



0.59



1.28



1.05



0.69



1.36



1,112,806.77



3,878,436.79



395,026.39



2,735,071.84



249,990.50



173,701.76



599,009.29



3,818,747.65



167,379.48



108,069.19



162,824.85



2,854,548.22



CPS



1,500,700.72



2,972,282.35



609,614.48



840,802.02



4,241,543.69



4,149,560.85



6,303,128.45



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse4.807E-04126.077.45ug/l0.4923Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.887E-02



2.545E-02



1.102E-02



Det



Pulse



Pulse



Pulse



Pulse



2.723E-01



1.423E-01



2.889E-01



4.370E-01



1.189E-01



4.858E-01



2.431E-02



9.727E-03



1.148E-01



6.102E-03



6.196E-03



2.018E-01



6.188E-03



6.516E-02



2.278E-02



2.007E-02



9.175E-02



1.525E-01



Ratio



2.149E-02



2.014E-02



1.533E-02



6.086E-02



1.186E-02



3.112E-02



1.948E-02



1.507E-02



19,750.88



80,665.44



9,776.38



4,226.23



12,237.43



1,028.94



33,518.44



45,229.48



23,629.25



47,975.18



72,572.02



355,130.70



25,325.75



4,037.20



1,615.65



19,057.67



1,013.38



81,817.15



95,752.07



39,307.71



252,224.82



88,179.87



77,701.93



0.74



CPS



32,739.50



30,677.04



46,041.49



260,427.08



50,744.81



130,753.76



0.56



0.65



1.77



1.84



0.65



3.04



7.74



3.96



1.91



2.30



1.29



1.24



0.94



0.78



1.10



5.05



1.84



12.56



2.70



0.73



0.30



1.87



1.67



0.40



ug/l



ug/l



ug/l



RSD(%)



1.91



2.79



11.94



1.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.025



5.489



5.076



5.072



4.990



5.040



4.880



5.056



5.109



4.525



5.061



5.009



9.235



5.085



4.386



9.423



27.454



5.048



5.067



5.063



5.014



4.936



4.982



2



Conc



5.057



4.313



11.887



5.058



5.022



5.050



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 5



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:22



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:11 AM on:11/4/2019



Raw Data MA47741    page 13 of 289



Inst QC: MA47741



118 of 556



JC97564



7
7.1











Quantitation Report



30.30Pulse2.452E-0227,240.350.59ug/l4.9002Sn



Page 2 of 3 Printed at: 11:11 AM on:11/4/2019



Raw Data MA47741    page 14 of 289



Inst QC: MA47741



119 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



99.5



99.2



100.4



99.6



100.2



100.4



99.9



99.7



100.1



99.9



100.1



99.8



107.6



106.5



108.2



107.8



105.8



98.2



0.81



1.16



0.25



0.75



0.26



ISTD Recovery%



105.5



108.6



105.6



105.9



1.29



0.26



0.31



0.93



0.20



0.48



1.05



0.69



1.66



2.31



0.62



0.75



RSD(%)



0.91



0.71



1.76



2.09



0.84



2,734,124.26



244,970.82



171,459.07



259,011.59



2,845,562.67



4,972,972.30



108,080.24



162,358.73



2,879,392.11



1,110,865.50



3,914,351.51



394,660.84



4,279,592.54



4,200,807.63



6,352,092.40



607,451.15



3,871,180.04



166,069.98



CPS



1,523,658.89



3,004,002.98



606,122.99



848,396.37



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse4.571E-031,183.911.80ug/l5.0763Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.432E-01



1.291E-01



5.661E-02



Det



Pulse



Pulse



Pulse



Pulse



1.356E+00



7.107E-01



1.197E+00



2.198E+00



5.923E-01



1.796E+00



1.075E-01



4.876E-02



1.679E-01



2.281E-02



3.201E-02



1.048E+00



3.020E-02



3.223E-01



1.117E-01



9.834E-02



4.482E-01



2.961E-01



Ratio



1.066E-01



7.523E-02



2.481E-02



2.961E-01



5.915E-02



1.527E-01



9.360E-02



7.379E-02



97,880.70



296,872.86



40,189.29



21,328.23



62,037.79



5,290.92



173,175.16



224,124.19



117,453.41



197,830.68



363,188.04



1,763,883.84



48,940.47



17,766.15



8,058.70



27,742.05



3,769.37



397,788.17



477,659.97



195,478.70



1,268,484.35



439,588.01



387,019.93



1.67



CPS



164,437.89



116,021.40



76,037.68



1,279,930.61



255,706.91



648,918.00



2.00



1.37



0.64



0.58



1.08



1.49



3.00



7.13



2.22



0.52



1.28



1.21



1.87



1.27



0.96



1.50



1.68



1.78



1.44



1.41



1.17



2.07



2.08



1.67



ug/l



ug/l



ug/l



RSD(%)



0.81



0.43



1.54



1.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.343



25.760



25.839



25.810



25.688



26.135



25.472



25.535



25.639



25.313



25.479



24.567



26.651



26.151



33.769



27.011



131.707



24.852



25.034



24.753



24.813



24.304



24.498



2



Conc



25.138



23.117



40.831



24.667



25.146



24.785



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 25



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:27



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:11 AM on:11/4/2019



Raw Data MA47741    page 16 of 289



Inst QC: MA47741



121 of 556



JC97564



7
7.1











Quantitation Report



30.30Pulse1.228E-01134,596.230.53ug/l25.1732Sn



Page 2 of 3 Printed at: 11:11 AM on:11/4/2019



Raw Data MA47741    page 17 of 289



Inst QC: MA47741



122 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.9



98.1



98.6



98.3



99.2



99.3



99.2



99.4



99.1



98.6



99.5



99.0



108.7



107.7



110.3



109.2



107.5



97.7



0.09



0.16



0.71



0.28



0.20



ISTD Recovery%



106.8



110.8



107.1



106.7



0.60



0.37



0.21



0.16



0.53



0.13



0.44



1.63



0.87



0.40



0.77



0.33



RSD(%)



0.55



1.42



0.39



0.31



0.86



2,718,732.18



242,170.38



168,450.76



255,506.72



2,818,039.54



4,916,101.05



107,354.19



161,855.91



2,850,613.92



1,095,942.18



3,891,261.79



391,545.71



4,323,282.23



4,249,665.91



6,474,319.90



615,508.99



3,935,514.11



165,272.99



CPS



1,542,232.06



3,065,564.85



614,889.51



854,655.27



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse2.328E-025,948.480.80ug/l26.0473Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.635E-01



2.537E-01



1.110E-01



Det



Pulse



Pulse



Pulse



Pulse



2.663E+00



1.381E+00



2.215E+00



4.349E+00



1.178E+00



3.406E+00



1.986E-01



7.214E-02



2.292E-01



4.198E-02



6.344E-02



2.046E+00



6.100E-02



6.551E-01



2.303E-01



2.031E-01



9.264E-01



4.919E-01



Ratio



2.149E-01



1.489E-01



3.369E-02



6.088E-01



1.199E-01



3.086E-01



1.906E-01



1.484E-01



194,988.87



563,531.94



76,689.30



41,980.33



121,112.68



10,497.89



338,627.51



440,629.18



228,502.32



366,578.58



719,613.62



3,563,120.18



81,392.84



32,866.39



11,937.71



37,923.03



6,945.98



798,527.88



947,891.68



389,686.73



2,519,658.35



885,775.61



781,262.15



0.98



CPS



328,524.83



227,614.27



100,896.49



2,581,917.62



508,501.57



1,292,487.85



0.22



0.37



0.85



0.66



2.14



0.50



0.50



1.76



2.36



0.95



0.40



0.52



0.30



0.76



0.46



1.05



0.84



1.15



0.76



0.81



1.77



1.11



0.32



0.29



ug/l



ug/l



ug/l



RSD(%)



0.37



0.89



2.35



0.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.501



50.650



50.653



50.758



50.392



51.813



49.778



50.222



49.845



48.617



50.425



50.804



50.387



49.225



51.375



47.316



251.300



50.778



50.398



50.011



50.436



50.138



50.623



2



Conc



50.675



48.256



67.958



50.740



50.991



50.087



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 50



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:32



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



99.1



98.3



98.1



98.0



99.4



99.8



98.1



99.0



99.3



98.1



99.3



99.2



106.6



106.2



108.8



107.5



105.1



97.9



0.34



0.70



1.54



0.29



0.42



ISTD Recovery%



105.9



108.3



106.3



105.4



0.91



0.41



0.45



0.10



0.05



0.43



1.28



0.88



2.73



1.59



0.24



0.81



RSD(%)



1.11



0.30



0.99



1.50



1.76



2,723,081.49



242,661.49



167,461.25



254,676.06



2,823,252.80



4,942,982.16



106,105.12



161,226.33



2,855,890.65



1,090,915.96



3,883,469.01



392,244.45



4,241,294.73



4,188,665.21



6,388,053.65



605,878.91



3,846,182.86



165,477.06



CPS



1,528,818.72



2,995,141.41



610,440.69



844,138.19



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse4.567E-0211,630.861.08ug/l51.1443Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.968E-01



4.968E-01



2.200E-01



Det



Pulse



Pulse



Pulse



Mix



5.235E+00



2.750E+00



4.265E+00



8.593E+00



2.324E+00



6.561E+00



3.858E-01



1.361E-01



3.825E-01



8.195E-02



1.210E-01



4.032E+00



1.222E-01



1.297E+00



4.527E-01



3.994E-01



1.818E+00



8.768E-01



Ratio



4.224E-01



2.849E-01



5.384E-02



1.196E+00



2.325E-01



6.122E-01



3.750E-01



2.932E-01



380,844.68



1,075,324.75



146,980.01



81,423.90



238,262.65



19,825.30



660,783.30



858,074.36



450,739.03



699,016.17



1,408,372.85



7,053,522.71



143,705.74



63,235.26



22,299.33



62,685.63



13,432.23



1,568,558.57



1,842,030.60



767,744.86



5,031,624.20



1,756,607.42



1,549,960.86



0.29



CPS



638,403.29



430,558.11



160,086.25



5,108,284.82



992,956.23



2,560,781.42



0.25



0.20



0.39



0.92



0.56



0.58



1.23



0.83



0.74



0.59



0.53



0.61



1.54



1.23



0.88



1.30



1.67



1.24



0.43



0.63



0.89



1.22



0.63



0.80



ug/l



ug/l



ug/l



RSD(%)



1.62



1.85



1.38



0.64



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.662



99.455



99.464



99.415



99.890



98.809



98.099



98.828



99.297



95.528



99.642



99.706



97.062



96.632



99.489



98.083



500.761



100.029



99.651



100.203



99.828



98.585



99.573



2



Conc



99.625



94.676



129.521



99.718



98.929



99.378



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 100



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:37



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



97.8



98.4



96.9



98.8



99.7



97.8



98.8



98.2



97.4



98.7



97.9



107.3



106.0



107.0



107.5



106.0



96.9



0.25



1.32



0.99



0.52



0.54



ISTD Recovery%



104.7



107.5



105.4



106.2



0.70



0.03



0.32



1.16



1.47



0.26



2.19



0.26



0.82



2.31



0.21



0.76



RSD(%)



1.28



1.52



1.50



1.66



1.91



2,710,397.05



241,406.47



168,034.57



251,865.39



2,807,472.59



4,935,557.86



105,842.43



160,950.80



2,825,950.79



1,082,768.96



3,859,112.49



387,242.82



4,270,070.77



4,183,392.27



6,282,065.32



605,730.96



3,881,198.90



163,902.54



CPS



1,511,421.61



2,973,389.02



605,020.75



850,411.16



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse9.058E-0222,813.241.10ug/l101.4793Se



Page 3 of 3 Printed at: 11:12 AM on:11/4/2019



Raw Data MA47741    page 24 of 289



Inst QC: MA47741



129 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.289E-03



2.145E-04



4.086E-05



Det



Pulse



Pulse



Pulse



Pulse



5.326E-03



1.580E-03



2.159E+01



2.836E-03



3.228E-03



1.239E-01



1.961E+00



6.738E-01



1.586E+00



8.190E-02



8.852E-05



1.553E-03



4.212E-05



4.215E-04



2.182E-04



1.995E-04



8.803E-04



4.130E+00



Ratio



6.438E-05



6.251E-01



1.766E-01



4.497E-04



4.485E-04



1.017E-04



2.897E-03



2.046E-03



526.68



20,207.00



1,352.30



35.00



44.25



14.44



253.34



868.93



257.78



3,522,630.14



462.72



3,336.98



673,879.77



319,907.91



109,931.17



258,688.05



13,362.15



11,961.68



12,795.74



263.34



1,596.81



826.74



756.73



68.26



CPS



96.00



931,222.71



520,587.66



1,876.88



1,873.53



420.03



0.91



12.25



30.88



-37.75



-10.53



81.28



0.89



3.33



83.75



111.88



57.48



25.10



54.87



12.63



11.04



0.44



1.03



0.90



15.79



31.87



2.47



4.90



7.81



12.43



ug/l



ug/l



ug/l



RSD(%)



102.38



1.35



0.72



2.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.058



-0.109



-0.621



0.021



0.007



0.050



0.005



0.011



0.027



492.096



0.026



0.023



491.589



495.479



504.326



496.536



500.415



0.619



0.637



0.024



0.029



0.021



0.027



2



Conc



0.004



210.795



504.311



0.022



0.166



0.013



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 500MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:42



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.2



97.9



98.5



97.9



98.6



99.7



97.7



97.4



97.4



97.4



98.4



98.3



104.9



104.7



106.5



106.6



103.6



96.5



0.28



0.52



0.44



0.27



0.75



ISTD Recovery%



103.2



106.6



104.0



104.0



1.33



1.29



1.02



0.70



1.02



0.67



2.00



1.06



2.01



1.68



0.12



0.79



RSD(%)



1.36



1.08



1.89



0.67



0.99



2,698,864.13



241,637.74



168,156.14



254,521.67



2,801,739.33



4,936,127.44



105,655.01



158,653.96



2,802,580.03



1,082,917.03



3,845,068.46



388,796.09



4,173,774.42



4,128,856.71



6,254,617.20



600,625.55



3,792,715.15



163,153.05



CPS



1,489,580.54



2,948,469.64



597,295.76



833,237.04



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse1.795E-0145,686.360.39ug/l201.1373Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.346E-03



1.590E-04



1.218E-05



Det



Pulse



Pulse



Pulse



Pulse



5.033E-03



1.766E-03



4.453E+01



4.228E-03



3.000E-03



1.386E-01



3.881E+00



1.325E+00



3.060E+00



1.617E-01



4.022E-05



1.262E-03



3.940E-05



8.401E-05



1.543E-04



1.710E-04



6.743E-04



8.123E+00



Ratio



2.928E-05



2.056E-02



3.372E-01



3.348E-04



1.385E-04



3.474E-05



2.196E-03



6.770E-04



496.68



22,946.17



1,382.30



26.33



13.28



6.67



208.89



833.37



292.23



7,372,682.76



700.12



2,576.88



1,345,015.26



642,691.37



219,322.44



506,752.69



26,771.67



9,073.02



4,297.44



250.02



320.02



590.04



653.38



-41.26



CPS



44.00



30,924.04



1,002,011.89



1,400.13



580.04



143.34



1.59



7.02



19.39



44.40



-10.96



18.11



0.36



1.67



153.19



-377.29



21.99



33.80



124.41



19.58



30.73



0.42



0.23



0.41



49.88



77.93



4.75



14.63



7.55



41.77



ug/l



ug/l



ug/l



RSD(%)



-58.70



0.78



0.65



16.96



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.048



0.119



-0.615



0.010



-0.006



0.011



-0.002



0.006



0.034



1017.060



0.042



0.011



975.741



981.853



994.241



985.009



998.229



0.432



0.171



0.021



0.003



0.007



0.020



2



Conc



-0.005



4.458



994.980



0.012



0.034



0.003



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 1000MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:47



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.4



98.4



99.3



99.5



99.4



100.3



98.4



98.9



98.0



98.1



99.1



98.8



105.1



104.7



108.1



107.1



104.3



97.9



0.62



1.01



0.21



0.45



0.78



ISTD Recovery%



104.2



107.4



105.7



105.1



0.78



0.34



0.41



1.02



0.49



0.18



1.19



1.29



1.36



1.67



0.48



1.33



RSD(%)



0.65



1.80



1.10



0.56



0.96



2,702,668.43



242,888.17



169,568.32



258,709.66



2,824,500.93



4,964,534.80



106,419.51



161,127.70



2,819,589.96



1,090,712.08



3,875,389.57



390,809.20



4,179,973.16



4,129,872.46



6,348,046.36



603,352.53



3,817,895.57



165,581.47



CPS



1,504,051.05



2,971,604.75



606,923.05



842,006.94



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse3.548E-0191,799.140.21ug/l397.6503Se



Page 3 of 3 Printed at: 11:12 AM on:11/4/2019



Raw Data MA47741    page 30 of 289



Inst QC: MA47741



135 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.840E-03



2.417E-04



4.052E-06



Det



Pulse



Pulse



Mix



Pulse



5.985E-03



3.056E-03



2.204E+02



1.879E-02



6.977E-03



1.421E-01



1.941E+01



6.632E+00



1.494E+01



8.074E-01



5.313E-05



1.505E-03



3.266E-05



6.225E-05



1.576E-04



1.326E-04



6.547E-04



4.169E+01



Ratio



2.116E-05



1.515E-02



1.643E+00



7.757E-04



6.998E-05



2.513E-05



2.136E-03



4.593E-04



1,164.50



23,720.60



1,475.64



40.33



4.40



8.89



251.12



998.93



510.02



36,788,652.98



3,135.48



2,453.53



6,958,757.22



3,239,494.45



1,106,843.67



2,493,938.79



134,758.94



8,769.55



2,950.41



210.01



233.35



590.04



496.70



-22.31



CPS



32.00



22,953.66



4,939,297.95



3,213.80



290.01



103.34



0.70



1.10



3.18



22.26



-7.80



20.53



0.71



1.33



234.14



100.71



28.12



10.52



63.22



68.01



11.32



0.20



0.95



0.77



124.65



115.25



6.03



20.71



43.39



142.19



ug/l



ug/l



ug/l



RSD(%)



-38.22



4.94



1.50



12.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.219



0.173



-0.559



0.026



-0.010



0.021



0.004



0.024



0.080



5043.119



0.211



0.010



5046.632



4914.432



4989.932



4920.447



5027.822



0.415



0.097



0.016



0.002



0.008



0.011



2



Conc



-0.007



2.613



4984.215



0.049



0.005



0.001



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 5000MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:52



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



97.5



98.7



99.0



97.9



97.5



99.4



99.3



99.3



98.0



98.1



99.5



99.4



104.1



104.1



109.3



107.2



102.4



98.7



0.48



0.60



0.38



0.97



1.03



ISTD Recovery%



104.9



108.6



104.1



104.4



1.22



0.38



0.47



0.52



0.33



0.26



1.51



1.22



0.70



1.17



0.51



0.29



RSD(%)



0.69



1.27



0.62



1.22



1.13



2,679,706.28



243,747.41



169,102.98



254,594.64



2,770,746.42



4,924,165.50



107,383.57



161,661.14



2,818,764.82



1,089,883.27



3,889,949.57



393,199.21



4,141,165.04



4,105,269.37



6,418,876.99



603,965.36



3,746,848.07



166,898.78



CPS



1,514,819.33



3,005,210.16



598,029.59



835,944.83



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



ISTD Table



5.00



0.30Pulse



Pulse



2.887E-03



1.576E-0440.13



3,147.025.17



20.34



ug/l



ug/l0.129



0.4372



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



5.00



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.905E-02



4.223E-04



1.853E-05



2.780E-03



7.427E-05



Det



Pulse



Pulse



Analog



Pulse



7.351E-03



5.597E-03



4.351E+02



3.858E-02



1.060E-02



1.358E-01



3.993E+01



1.332E+01



3.041E+01



1.602E+00



3.366E-05



1.362E-03



5.531E-05



4.293E-05



2.197E-04



1.615E-04



7.893E-04



8.238E+01



18.67



Ratio



2.830E-05



1.212E-02



3.288E+00



1.351E-03



8.033E-05



2.848E-05



2.058E-03



3.913E-04



1,759.01



22,521.12



3,159.23



70.00



19.97



2,995.88



5.56



225.56



1,218.95



927.82



72,143,166.02



6,396.61



2,933.58



13,659,075.01



6,621,770.43



2,208,990.74



5,042,104.52



265,640.00



8,425.92



2,476.98



350.02



160.01



816.73



600.04



-124.31



9.94



64.14



CPS



42.67



18,243.56



9,870,007.15



5,544.52



330.02



116.67



0.40



2.20



11.44



11.74



6.60



19.89



0.28



0.82



472.53



1847.09



21.44



6.11



17.52



25.56



2.90



1.30



1.11



1.01



52.36



162.67



4.30



13.83



13.29



991.06



ug/l



ug/l



ug/l



ug/l



ug/l



RSD(%)



-47.11



4.18



0.35



7.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.036



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.375



0.076



0.591



0.063



-0.003



0.415



0.005



0.000



0.050



0.172



9955.715



0.441



0.018



9979.631



10111.493



10026.099



10041.573



9985.705



0.395



0.074



0.034



0.000



0.021



0.018



2



2



3



Conc



-0.005



1.577



10008.152



0.097



0.009



0.002



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Sn



Se



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 10000MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:57



Sample Name STDJ



Sample Type CalStd



File Name 012CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10
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ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.4



98.1



97.9



96.7



95.8



98.5



98.3



98.1



96.3



97.0



99.0



99.5



103.1



103.8



107.8



107.1



101.5



98.1



0.74



0.99



0.91



0.74



0.86



108.5



105.3



103.9



0.65



0.72



0.13



0.30



0.49



0.51



1.52



0.63



1.65



1.37



0.74



0.48



1.53



1.35



1.48



1.78



2,621,442.67



242,163.74



167,223.24



251,274.56



2,722,174.68



4,879,314.67



106,378.98



159,802.01



2,770,703.22



1,077,722.57



3,872,254.15



393,587.98



4,101,407.86



4,093,541.48



6,327,726.37



603,440.35



3,716,294.74



165,824.59



3,001,395.27



604,855.38



832,260.77
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2
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3



3



3



3



3



3



3
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3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30
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0.30



0.30



0.30



0.30



0.10
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0.10



Time(sec)



0.25



0.15
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.830E-04



1.703E-03



2.713E-05



1.343E-03



4.814E-03



7.937E-04



1.025E-01



8.995E-05



4.651E-04



7.634E-02



4.385E-03



2.636E-03



8.631E-02



1.865E-05



5.841E-04



1.826E-04



1.372E-05



4.131E-05



1.242E-04



Ratio



4.915E-05



9.807E-03



1.144E-02



1.915E-04



4.176E-05



220.00



787.81



130.00



16,787.60



95.51



12,501.39



717.80



432.24



14,133.90



278.90



4.44



1,153.42



86.67



156.68



470.03



340.02



1,760.12



CPS



74.67



14,902.41



33,908.72



806.72



176.68



76.67



2,406.95



1464.06



---



---



-16238.40



706.13



-445.62



20.02



-4133.90



---



---



326.80



-38.57



---



-4518.14



2201.51



163.80



611.78



---



867.75



RSD(%)



---



2.68



---



---



-77.24



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000
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0.002



-0.001



0.259



0.000



0.000



0.000



0.039



-0.953



0.000



0.000



0.001



0.003



0.000



0.000



0.000
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0.000



-0.007
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:02



Sample Name STDA



Sample Type CalBlk



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3
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Rep



3



3



3



3
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0.10
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Time(sec)
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0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



Det



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.48



0.63



0.62



0.25



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



0.46



0.89



0.77



0.59



0.76



1.16



0.67



1.76



1.71



1.13



1.67



1.11



254,788.98



2,824,878.99



4,893,622.03



RSD(%)



0.25



1.41



1.17



1.01



1.83



1.97



1,086,100.29



3,811,032.76



386,863.18



2,682,643.71



240,968.04



168,073.40



592,720.41



3,785,606.40



163,804.10



106,635.04



159,404.57



2,815,486.48



CPS



1,519,512.66



2,965,091.42



602,398.12



838,548.24



4,215,731.19



4,124,508.24



6,314,308.87
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ISTD Table
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1



1



1
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3



3



3



3



3



Rep



0.30



5.00



0.30



1.00
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Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



7.712E-04



4.187E-05



5.318E-03



1.099E-04



2.550E-05



Ratio



871.15



18.00



27.76



837.81



10.67



CPS



2198.74



-1036.85



-5.22



---



2216.89



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.001



0.000
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3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



5.205E+00



1.406E+00



4.068E+00



5.461E-01



3.177E-01



1.342E-01



9.097E-01



7.230E-02



2.523E+00



3.221E+00



1.697E+00



2.384E+02



2.373E-01



1.114E+00



4.557E+01



2.135E+01



7.366E+00



1.640E+01



3.710E-01



2.314E-01



1.900E-01



7.566E-02



8.403E-01



2.855E-01



Ratio



2.579E-01



3.699E-01



1.812E+00



7.438E-01



1.436E-01



669,720.81



89,919.35



52,314.21



144,555.07



415,478.79



530,268.45



279,420.85



39,254,180.66



857,044.99



231,562.90



7,503,298.31



3,515,726.25



1,212,782.28



2,700,837.60



149,774.96



11,905.49



1,191,687.41



474,601.19



3,138,392.66



1,066,503.16



886,257.85



4,160,385.66



CPS



390,943.25



560,681.37



5,401,884.29



3,066,343.70



592,215.16



1,534,257.32



956,762.12



0.12



1.02



0.78



0.69



0.53



0.41



0.27



2.68



0.58



0.31



0.19



0.83



0.38



0.31



1.12



0.30



0.45



0.25



0.63



0.74



0.79



0.41



0.55



0.46



RSD(%)



0.06



1.08



0.85



0.87



0.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



60.358



60.294



60.893



59.968



63.578



60.906



5665.692



59.054



61.391



60.763



61.265



5454.697



59.139



61.090



5517.051



5406.384



5542.479



5404.242



60.226



61.658



64.547



62.032



64.695



62.167



Conc



60.823



123.692



5498.160



61.991



61.104



2



2



2



2



2



2



2



2



2



2



2



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:08



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 2 Printed at: 11:14 AM on:11/4/2019



Raw Data MA47741    page 39 of 289



Inst QC: MA47741



144 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30
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Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)
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0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.5



99.9



100.4



97.2



100.5



Det



Pulse



Pulse



Pulse



Pulse



100.5



98.7



99.2



101.6



101.5



99.1



100.3



99.3



100.7



98.7



100.5



99.7



0.77



0.47



0.35



0.76



ISTD Recovery%



99.8



100.6



101.0



101.2



97.8



0.45



0.28



1.04



1.03



1.00



0.55



0.75



2.17



1.79



0.65



1.07



0.92



255,698.54



2,746,379.82



4,918,393.69



RSD(%)



0.96



0.88



0.74



1.31



0.70



1.09



1,077,333.27



3,873,825.82



392,710.14



2,659,035.10



242,134.71



167,874.74



596,940.00



3,735,217.13



164,647.48



106,365.78



160,196.14



2,779,012.25



CPS



1,515,751.73



2,981,841.21



608,315.37



848,428.01



4,122,703.79



4,135,460.33



6,272,605.95
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3



3
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2
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2
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1



1



1



1



2



ISTD Table



Tune



1



1



1



1
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3
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Pulse



2.943E-01



2.374E-01



317,026.71



60,699.61



0.29



0.67



ug/l



ug/l



60.539
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3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.998E-04



2.263E-03



1.267E-01



8.589E-03



2.244E-03



6.138E-05



1.630E-03



7.375E-03



8.903E-04



1.214E-01



1.705E-04



8.106E-04



8.516E-02



9.426E-03



8.765E-02



8.925E-02



1.781E-04



1.900E-03



4.028E-04



2.669E-05



2.591E-04



2.024E-04



Ratio



6.164E-05



1.345E-02



1.246E-02



2.996E-04



2.782E-04



20,723.21



1,404.53



266.67



1,206.73



145.56



19,857.66



114.40



370.01



13,926.95



1,541.20



14,337.37



14,595.38



366.68



10.00



2,573.67



170.01



986.75



770.06



650.05



3,086.95



CPS



93.33



20,414.92



36,905.57



1,266.77



1,176.76



736.72



7,858.95



48.10



73.81



-19.78



-18.29



80.33



157.77



18.75



20.88



149.58



2.84



35.25



7.75



31.71



16.68



0.65



98.71



9.25



6.05



6.26



66.40



2.89



43.98



RSD(%)



273.22
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31.09



18.93
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ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.017



-0.065



-0.587



3.380



0.028



0.007



0.050



0.002



0.692



0.020



0.019



1.069



1.315



63.053



0.975



0.026



0.352



0.078



0.011



0.017



0.017
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0.003
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0.009
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100.3
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99.8
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101.2



100.9



100.6
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99.0



0.73



0.54



0.67
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99.9



100.2
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100.3



0.70



0.31



0.40



0.34
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1.11



1.74



1.55



1.02
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0.52



1.09



254,949.45



2,810,490.79



4,886,457.58
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0.61
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1.07



1,083,584.29



3,818,651.80



383,649.66



2,664,975.31
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167,223.20



597,939.97



3,809,157.55



163,565.78



105,602.81



159,835.95



2,820,334.05
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1,518,081.30



2,962,895.79



603,615.50



838,924.73



4,228,982.96



4,136,261.28



6,392,124.49
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Det
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8.919E-04



1.593E-03



6.608E-06



1.395E-03



4.706E-03



8.725E-04



5.489E-02



1.324E-04



5.891E-04



7.340E-02



3.444E-03



2.663E-03



8.639E-02



1.209E-05



5.722E-04



1.302E-04



2.555E-05



7.594E-05



1.507E-04



Ratio



8.670E-05



9.332E-03



1.158E-02



2.607E-04



4.608E-05



234.45



791.14



146.67



9,227.17



149.98



12,340.17



578.91



447.79



14,523.11



267.78



1.11



833.39



163.34



286.68



570.04



500.03



2,226.84



CPS



132.00



14,183.98



34,126.14



1,093.42



193.34
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2,373.61



26.84



-214.90



-55.79



496.14



-1560.66



291.55



-1.46



28.01



9.92



-97.70



-15.66



-5.89



2061.67



-38.36



-531.63



-37.51



27.08



27.06



50.55
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64.17



18.81
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ug/l



ug/l
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ug/l
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ug/l



ug/l
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ug/l
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0.004



-0.685



-0.017



0.001
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-0.830
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0.007



-0.357



-0.200



-0.932



0.027



-0.001
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-0.015



0.010



0.003



0.006
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:23



Sample Name ICB



Sample Type ICB



File Name 016_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10



0.10



Pulse



Pulse
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Pulse
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Pulse
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101.6
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100.5
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100.3



99.9



102.6



101.3



0.42



0.64
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100.1
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2,946,236.93
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6.342E-01
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78,520.20



43,097.55



123,864.32



353,179.61
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240,331.34



37,377,345.18



737,318.83



197,874.28



7,085,434.44



3,324,377.44



1,143,595.75



2,569,064.83



142,784.28
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977,399.08
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2,572,068.71



891,465.69



784,184.68



3,581,306.95
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475,435.95
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2,633,801.68



511,615.23



1,302,625.81
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0.64
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0.67
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51.985
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51.456
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51.481
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:30



Sample Name CCVA



Sample Type CCV



File Name 017_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File
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99.3



100.2



101.0
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0.40



0.34
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0.15
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1.56



1.64
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0.17
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2,723,416.14



4,803,580.78



RSD(%)



1.27
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1.26



1.14



1.15



1,097,274.70



3,880,279.98
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2,664,524.69



245,111.39



168,305.56



598,102.01



3,759,551.09



169,881.47



107,605.77



162,033.54



2,818,746.07
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1,499,751.92



2,982,993.39



605,602.96



840,181.86



4,152,684.94



4,131,900.62
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0.30
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0.10
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Time(sec)
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0.10
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Pulse
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Pulse



Pulse



Pulse
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Pulse
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



9.323E-04



1.581E-03



2.654E-05



1.587E-03



4.946E-03



8.999E-04



7.805E-02



1.839E-04



7.579E-04



7.624E-02



3.539E-03



2.531E-03



8.895E-02



2.957E-05



8.923E-04



4.781E-04



2.945E-05



2.143E-04



1.874E-04



Ratio



1.058E-04



1.209E-02



1.166E-02



2.736E-04



3.057E-04



263.34



818.92



148.89



12,934.08



154.41



12,629.27



586.68



420.01



14,734.39



262.23



4.45



2,967.08



183.34



796.73



696.71



683.38



2,816.89



CPS



156.00



17,834.11



33,808.49



1,133.42



1,266.78



120.01



3,617.25



10.72



-117.42



-3893.68



98.17



222.42



181.92



-2.46



6.67



2.58



-1747.21



-59.42



-19.83



85.47



99.65



23.83



9.93



26.83



6.67



11.75



RSD(%)



17.29



2.19



128.46



34.24



0.88



ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l
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ug/l
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ug/l



ug/l
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ug/l



ug/l



0.004



-0.759



0.000



0.006



0.004



0.002



-0.300



0.023



0.016



-0.013



-0.176



-1.032



0.875



0.002



0.083



0.104



0.013



0.013



0.014



Conc



0.013



1.567



0.672



0.007



0.105



2



2



2



2



2



2



2



2



2



2



2
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:35



Sample Name CCB



Sample Type CCB



File Name 018_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.2



99.8



100.7



99.1



98.7



Det



Pulse



Pulse



Pulse



Pulse



101.8



100.6



100.2



100.2



99.2



99.6



98.3



98.4



98.5



98.2



101.2



100.5



0.84



0.27



0.47



0.31



ISTD Recovery%



97.1



97.8



98.1



97.7



98.3



1.49



1.32



1.65



1.41



1.68



0.21



2.35



1.91



0.36



1.98



0.55



0.51



256,554.41



2,798,532.60



4,832,100.09



RSD(%)



0.65



1.36



1.09



0.95



0.94



1.71



1,088,492.81



3,819,189.15



383,753.61



2,671,953.16



241,330.51



167,765.92



583,916.05



3,716,705.46



165,704.64



107,170.10



162,199.29



2,831,910.30



CPS



1,475,194.21



2,900,960.58



590,868.10



819,668.81



4,143,527.44



4,055,192.92



6,211,129.07
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Ge



Ge
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Ge
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3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element
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3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.288E-03



9.017E-05



6.845E-03



1.589E-04



4.780E-05



Ratio



1,134.50



26.33



52.09



1,402.31



23.13



CPS



20.59



5.68



-1.19



73.24



36.62



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.107



0.054



-0.784



0.010



0.010



Conc



2



2



2



2



3



TuneISTDMass
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3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.279E-02



2.513E-02



2.392E-01



6.641E-02



2.616E-03



1.098E-03



4.792E-02



1.250E-03



4.114E-02



5.563E-02



2.857E-02



1.179E+00



2.120E-03



9.491E-03



2.115E+00



9.912E-01



4.017E-02



8.436E-01



3.093E-03



1.905E-02



5.863E-03



1.239E-03



6.515E-03



2.303E-03



Ratio



2.169E-03



7.997E-02



9.743E-02



5.987E-02



2.438E-03



39,802.62



11,050.51



435.34



1,212.55



6,843.74



9,254.92



4,754.08



196,099.12



7,118.86



4,181.70



351,907.28



164,904.52



6,683.63



140,360.54



7,973.13



207.78



37,195.22



7,865.72



24,845.30



8,776.29



8,089.24



36,178.99



CPS



3,279.04



120,892.04



290,798.84



252,950.45



10,297.06



12,799.08



78,855.18



5.50



2.20



2.84



1.86



0.28



7.10



1.56



27.34



3.37



1.04



5.13



0.18



5.41



1.39



0.42



1.67



1.47



0.93



3.55



1.04



1.86



2.39



3.26



4.40



RSD(%)



2.88



2.20



1.12



0.78



4.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.490



0.999



1.675



5.926



0.502



0.487



288.395



0.999



0.969



0.962



1.002



24.890



0.506



0.495



247.214



249.929



27.304



250.816



0.499



4.935



1.935



1.005



0.498



0.475



Conc



0.500



24.734



262.634



4.975



1.013



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:40



Sample Name CRI



Sample Type LLCCV



File Name 019LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



99.7



99.5



99.5



99.9



Det



Pulse



Pulse



Pulse



Pulse



101.7



101.4



101.7



101.4



100.6



100.5



100.3



100.5



100.7



100.7



101.6



102.4



1.09



1.14



0.55



1.05



ISTD Recovery%



99.5



100.7



100.6



100.5



100.2



0.66



0.07



0.49



1.24



0.08



0.96



1.69



1.88



2.40



0.63



0.51



0.73



253,404.37



2,811,771.97



4,888,905.22



RSD(%)



1.48



0.76



1.32



1.31



0.84



0.85



1,104,731.52



3,866,273.74



389,358.89



2,695,231.84



240,492.75



167,636.23



596,885.47



3,812,364.22



166,383.53



109,176.74



162,135.49



2,854,656.41



CPS



1,511,879.13



2,984,854.54



605,852.84



842,953.68



4,224,848.79



4,138,456.46



6,344,843.24
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Rep



3



3



3



3



3



3



3
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0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.175E-02



2.463E-02



2.307E-01



4.954E-02



2.692E-03



1.066E-03



4.412E-02



1.133E-03



4.045E-02



5.589E-02



2.724E-02



1.128E+00



1.998E-03



9.296E-03



2.074E+00



9.785E-01



3.731E-02



8.255E-01



3.062E-03



1.924E-02



5.552E-03



1.207E-03



6.448E-03



2.330E-03



Ratio



2.104E-03



8.067E-02



9.335E-02



5.939E-02



2.251E-03



38,907.22



8,354.46



454.01



1,174.78



6,821.50



9,425.01



4,594.04



190,158.90



7,041.08



4,153.92



349,727.20



165,015.09



6,292.36



139,215.00



7,438.44



191.12



35,284.45



7,668.93



24,497.84



8,849.71



7,585.64



35,304.78



CPS



3,205.69



122,908.78



277,725.72



250,898.15



9,513.27



12,698.95



79,799.61



0.95



2.76



2.29



2.37



2.01



8.96



5.75



13.57



0.96



2.67



1.35



1.52



1.20



1.03



1.11



0.93



8.20



0.41



4.37



0.48



1.68



4.52



4.21



1.04



RSD(%)



6.30



0.64



1.51



0.68



5.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.477



0.977



1.543



4.026



0.517



0.473



264.662



0.904



0.952



0.967



0.954



23.722



0.476



0.485



242.209



246.719



25.153



244.802



0.494



4.985



1.829



0.978



0.493



0.481



Conc



0.485



24.972



250.161



4.935



0.933
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:49



Sample Name sampleconf



Sample Type Sample



File Name 020LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30
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0.10



0.10



0.30
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Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse
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Analog



Pulse



Pulse
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101.4



100.5



101.3



100.1



100.1



Det



Pulse



Pulse



Pulse



Pulse



102.2



101.2



101.4



101.2



101.0



100.5



100.6



100.7



100.7



100.3



103.0



101.7



0.81



0.94



0.58



0.16



ISTD Recovery%



100.3



100.4



100.0



100.9



100.2



0.76



0.21



0.17



0.49



0.11



0.07



0.30



1.55



1.94



0.78



0.57



0.70



258,021.30



2,828,074.40



4,900,200.22



RSD(%)



0.40



1.58



1.19



2.08



1.67



1.34



1,101,603.99



3,858,282.48



390,622.62



2,696,947.53



244,388.85



168,929.82



596,645.49



3,797,255.46



168,651.64



108,481.36



162,912.79



2,850,064.12



CPS



1,523,650.79



2,975,606.52



602,340.13



845,838.71



4,224,514.73



4,147,856.34



6,355,439.08
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3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.309E+00



1.300E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.770E-02



1.687E-02



6.598E-02



1.150E-02



2.524E-04



-7.277E-04



1.650E+01



2.325E+00



2.098E-03



1.900E-02



1.303E-02



4.004E+03



5.968E-04



2.696E-03



7.778E+02



3.682E+02



1.312E+02



2.979E+02



1.796E-04



7.369E+00
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Operator Name admin



Acq Mode Spectrum



Cal Title
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Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:00



Sample Name ICSA



Sample Type ICSA



File Name 021ICSA.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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9.907E-01
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664,702,551.36



253,562.07



70,242.20



128,868,550.43
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21,572,681.92



48,585,624.73



2,739,065.66
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4,247.45
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18.629



18.872



94106.455



0.150
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96341.429
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99506.761
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:05



Sample Name ICSAB



Sample Type ICSB



File Name 022ICSB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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979,556.87



3,666,499.58
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1.566E-05
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3.713E-03
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2,816.94



17,651.71
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:10



Sample Name rinseconf



Sample Type Sample



File Name 023SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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2,782,335.03



CPS



1,487,803.08



2,907,269.64



594,166.74
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3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



4.454E+00



1.199E+00



3.402E+00



4.826E-01



2.580E-01



1.145E-01



8.483E-01



6.214E-02



2.117E+00



2.737E+00



1.443E+00



2.259E+02



2.110E-01



9.568E-01



4.223E+01



1.960E+01



6.644E+00



1.516E+01



3.133E-01



1.940E-01



1.550E-01



6.301E-02



6.827E-01



2.361E-01



Ratio



2.147E-01



3.046E-01



1.692E+00



6.404E-01



1.237E-01



536,757.81



76,151.40



40,706.44



119,002.05



334,144.49



431,874.42



227,685.37



35,641,224.14



702,877.91



189,143.96



6,663,858.34



3,093,140.78



1,048,444.47



2,392,137.19



133,860.73



9,805.22



978,834.70



398,036.53



2,543,542.88



879,592.54



785,920.14



3,564,602.34



CPS



316,142.54



448,483.11



4,911,314.72



2,603,752.20



502,932.06



1,283,866.39



794,811.94



0.69



0.53



0.89



1.38



0.11



0.45



0.21



3.52



0.06



0.72



0.27



0.62



0.55



0.66



2.12



0.70



0.84



0.64



0.20



0.92



1.78



1.71



1.23



0.99



RSD(%)



0.45



0.38



1.98



0.36



0.89



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.647



51.371



50.588



52.809



51.611



51.966



5282.551



50.751



51.508



51.621



52.082



5167.345



52.578



52.473



5111.650



4962.833



4999.114



4991.952



50.859



51.668



52.635



51.659



52.565



51.404



Conc



50.631



101.392



5133.844



53.375



52.614



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:15



Sample Name CCVA



Sample Type CCV



File Name 024_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



98.5



98.7



97.2



99.7



Det



Pulse



Pulse



Pulse



Pulse



97.9



96.5



95.7



99.7



98.7



96.5



99.4



100.0



100.9



98.4



96.3



96.8



0.59



0.71



1.04



1.51



ISTD Recovery%



96.9



97.9



98.2



98.7



96.4



0.70



0.16



0.46



1.12



0.51



0.20



0.76



1.30



1.61



0.58



0.72



0.63



251,479.46



2,745,318.22



4,877,055.78



RSD(%)



1.22



0.61



0.87



1.14



0.86



1.06



1,039,425.85



3,798,914.85



381,858.29



2,589,511.08



240,533.66



165,530.70



598,134.23



3,725,479.11



157,804.02



103,257.97



156,027.94



2,716,908.71



CPS



1,472,444.68



2,901,882.04



591,814.65



827,690.77



4,065,742.44



4,097,724.01



6,317,055.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.502E-01



1.786E-01



260,056.15



44,901.74



1.23



1.30



ug/l



ug/l



51.447



200.083



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.267E-04



1.390E-03



1.263E-04



1.657E-03



4.627E-03



1.046E-03



1.024E-01



2.729E-04



1.166E-03



1.009E-01



5.286E-03



2.837E-03



8.459E-02



2.137E-04



1.447E-03



6.567E-04



5.122E-05



4.026E-04



2.945E-04



Ratio



1.632E-04



1.263E-02



1.400E-02



6.124E-04



6.712E-04



262.23



732.25



165.56



16,209.20



146.63



15,976.60



836.70



448.90



13,387.71



220.01



20.00



3,187.11



253.35



1,170.12



850.07



800.06



3,403.65



CPS



182.67



14,486.51



31,975.24



1,990.24



2,203.59



706.72



4,780.95



75.97



-69.06



36.70



70.07



-208.35



61.12



39.55



54.82



63.48



2.11



53.54



-19.79



-72.49



49.27



35.67



35.76



94.64



82.71



91.48



RSD(%)



56.32



43.94



96.71



73.96



22.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



-1.953



0.081



0.008



-0.002



0.008



0.257



0.046



0.038



2.983



0.267



-0.802



-0.568



0.032



0.232



0.164



0.031



0.028



0.037



Conc



0.027



1.753



7.816



0.035



0.261



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:20



Sample Name CCB



Sample Type CCB



File Name 025_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse2.204E-03



4.533E-027,174.97



348.9049.49



-2.37ug/l



ug/l0.014



-1.3242



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Pulse



Pulse



99.2



100.3



100.0



100.4



100.6



Det



Pulse



Pulse



Pulse



Pulse



98.3



99.3



97.3



98.7



99.1



99.1



81.9



79.8



81.0



79.7



96.6



97.2



0.21



0.64



1.05



0.58



ISTD Recovery%



77.3



78.8



78.7



77.7



79.7



0.21



0.57



0.69



0.62



0.09



0.85



21.78



18.35



18.41



0.30



0.35



0.36



254,723.32



2,836,141.07



4,923,913.83



RSD(%)



19.99



19.35



19.64



19.02



18.09



17.42



1,056,307.43



3,761,012.63



383,357.61



2,657,235.87



239,121.27



168,590.99



480,114.58



3,016,587.77



158,267.20



103,638.37



156,644.81



2,794,812.94



CPS



1,174,340.28



2,337,672.47



473,900.79



651,136.01



3,358,193.60



3,375,913.50



5,041,009.51



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.557E-03



7.825E-05



6.951E-03



1.873E-04



4.190E-05



Ratio



1,100.05



29.67



44.23



1,644.56



19.93



CPS



2.86



18.34



-2.26



78.57



58.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.163



0.040



-0.772



0.016



0.008



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.278E-03



3.834E-03



7.382E-02



4.885E-02



1.042E-03



1.740E-05



3.844E-02



6.633E-04



2.708E-03



1.473E-02



4.096E-03



3.286E-01



1.712E-04



8.448E-04



2.695E-01



2.976E-02



1.638E-02



1.023E-01



1.047E-04



1.057E-02



6.762E-04



1.476E-04



1.029E-04



2.161E-04



Ratio



4.826E-05



8.894E-03



8.586E-02



2.933E-03



4.866E-04



11,873.32



7,856.42



167.67



18.70



435.57



2,369.09



658.91



52,842.15



205.42



616.69



43,347.66



4,786.29



2,634.69



16,459.35



6,182.33



106.67



4,370.82



953.40



403.36



846.73



670.06



3,310.31



CPS



73.33



13,507.88



255,733.36



12,632.11



2,096.91



443.36



44,735.63



40.15



8.48



-2.98



4.26



12.11



-100.89



3.65



23.63



33.91



3.00



6.58



1.27



18.66



16.38



1.15



2.93



11.55



7.66



6.83



2.93



11.99



8.05



16.81



35.31



RSD(%)



-1218.82



33.88



1.18



5.78



12.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.041



0.421



-4.414



19.739



0.933



-0.017



1146.050



2.599



0.166



0.945



0.590



27.167



0.101



0.104



117.121



32.322



46.980



26.548



0.070



13.343



0.856



0.550



0.024



0.102



Conc



-0.001



2.383



1136.522



1.143



0.911



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:25



Sample Name mp18010a-mb1conf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30Pulse1.345E-0214,435.653.08ug/l13.0772Sn
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.1



100.9



100.7



101.3



101.0



Det



Pulse



Pulse



Pulse



Pulse



99.3



100.6



98.8



100.6



100.1



100.6



102.6



102.3



102.9



103.5



98.2



98.7



1.24



1.14



1.21



0.86



ISTD Recovery%



100.0



100.4



101.4



100.8



102.1



0.50



0.25



0.54



0.61



0.42



0.10



0.75



2.07



1.45



0.39



1.41



1.04



256,469.63



2,862,401.97



4,943,099.94



RSD(%)



0.56



0.24



1.36



1.12



1.05



1.44



1,073,500.00



3,833,796.79



387,196.73



2,699,860.93



243,630.57



169,617.24



609,820.08



3,917,900.36



160,837.28



105,294.23



158,350.25



2,831,234.96



CPS



1,519,011.51



2,978,389.44



610,745.82



844,969.18



4,306,335.87



4,233,398.90



6,460,921.15



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh
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Ge



Rh
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Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse7.596E-0519.4722.36ug/l0.1903Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.019E-01



9.038E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.297E+00



9.059E-01



2.552E+00



3.861E-01



1.943E-01



8.509E-02



3.463E-01



4.740E-02



1.583E+00



2.049E+00



1.066E+00



8.891E+01



1.592E-01



7.275E-01



1.595E+01



7.557E+00



2.578E+00



5.983E+00



1.148E-01



1.579E-01



1.172E-01



4.617E-02



5.038E-01



1.809E-01



Ratio



1.640E-01



1.205E-01



6.678E-01



4.724E-01



9.220E-02



419,540.30



63,482.16



31,951.78



91,983.44



218,238.54



23,241.57



260,233.84



336,850.63



175,329.68



14,616,483.31



541,972.12



148,967.33



2,622,538.85



1,242,489.88



423,835.20



983,545.00



56,926.91



7,791.93



764,618.58



301,213.89



1,927,223.72



692,054.86



608,809.91



2,782,680.89



0.52



0.47



CPS



243,131.71



178,614.39



2,006,853.77



1,996,924.50



389,678.42



482,932.95



664,044.91



1.82



1.17



1.55



0.58



1.26



0.98



2.52



3.29



1.31



2.93



2.30



2.39



0.53



0.21



1.33



0.90



1.75



2.23



1.05



0.69



1.61



2.11



0.17



0.92



RSD(%)



0.66



0.65



0.84



0.96



0.52



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



207.416



506.245



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



191.115



194.035



187.232



209.689



194.390



193.102



10750.652



193.541



192.474



193.148



192.450



10164.421



198.320



199.451



9625.021



9563.175



9689.762



9764.574



93.168



210.103



198.957



189.226



193.947



196.896



Conc



193.337



192.785



10022.532



196.859



196.045



2



2



2



2



2



3



2



2



2
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2
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2
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1



1



1
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Ti



V



Cr
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Pb
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Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:30



Sample Name mp18010a-b2conf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



97.6



RSD(%)



0.65



CPS



1,482,628.55



Mass



ISTD Table



Tune



1



Element



Li
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



103.1



100.7



100.9



99.7



100.9



Pulse



Pulse



Pulse



100.3



100.3



99.5



101.1



100.7



99.6



102.0



103.3



103.4



101.0



100.4



99.0



0.52



0.22



0.21



0.47



101.4



100.8



101.2



100.3



0.08



0.48



0.42



0.64



0.84



1.07



0.33



1.10



1.51



1.69



1.16



1.13



257,157.97



2,817,230.30



4,936,500.36



0.69



1.31



1.50



1.24



1.38



1,081,014.38



3,851,368.60



389,648.93



2,672,017.39



248,380.42



169,286.65



612,785.95



3,825,261.92



164,432.29



105,568.12



159,878.64



2,823,788.36



3,005,451.52



607,509.03



848,847.51



4,226,786.18



4,206,739.32



6,524,745.32
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Ge
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3
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3



3



3



3
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3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



4.299E-01



1.307E-01



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



6.860E+00



2.109E+00



8.058E+00



1.787E+00



4.260E-01



1.755E-01



8.256E-01



4.510E-01



4.413E+00



5.044E+00



6.025E+00



6.680E+02



8.928E-01



4.221E+00



1.747E+01



1.526E+01



1.816E+01



8.138E+00



2.281E-01



3.321E-01



2.314E-01



1.966E-01



1.023E+00



1.037E+00



Ratio



3.375E-01



2.421E-01



1.595E+00



1.165E+00



1.897E-01



1,361,209.74



301,939.68



71,962.28



185,578.32



454,547.15



33,080.14



745,526.46



852,098.82



1,017,837.08



112,846,671.07



1,158,821.18



356,231.79



2,950,625.23



2,578,430.11



3,067,928.70



1,374,788.66



139,463.90



76,183.42



1,481,940.08



1,259,330.32



3,922,902.44



3,976,435.36



3,423,455.15



16,185,173.92



0.23



0.74



CPS



504,222.90



361,739.77



4,916,047.63



4,860,177.74



791,666.55



952,247.77



1,386,353.15



0.39



0.87



0.65



0.97



0.98



0.22



0.94



0.49



0.38



0.91



1.27



0.59



0.72



0.31



0.29



0.21



0.72



0.55



0.50



0.76



0.47



0.81



1.03



0.57



RSD(%)



0.32



0.39



0.46



0.42



0.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



442.568



732.458



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



397.722



452.197



613.052



998.958



426.225



398.360



25704.803



1842.293



536.936



476.080



1087.960



76437.222



1112.936



1157.866



10543.503



19320.743



68347.249



13333.573



185.145



442.860



393.118



806.105



393.820



1129.286



Conc



397.981



400.400



24178.652



485.504



403.590



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:35



Sample Name mp18010a-ps1 4



Sample Type Sample



File Name 028SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



98.3



RSD(%)



0.28



CPS
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30
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0.30



3



3



3
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0.30



0.30



0.30



0.30



0.30



0.10
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0.30
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0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



104.8



100.7



99.3



97.4



100.0



Pulse



Pulse



Pulse



99.3



97.4



97.4



100.7



105.4



99.1



101.2



101.4



107.8



101.3



103.1



98.6



0.88



0.75



0.91



0.24



104.0



101.1



99.9



99.0



0.23



0.22



0.32



0.38



0.50



0.55



0.48



1.68



0.63



0.38



0.86



0.28



253,021.33



2,750,333.02



4,895,929.53



0.33



0.42



0.37



0.93



0.97



1,057,344.43



3,838,860.82



407,656.77



2,659,181.91



252,540.42



169,187.23



638,831.24



3,834,568.07



168,932.29



105,166.85



158,287.08



2,743,656.00



3,082,563.50



609,215.04



838,025.46



4,172,311.29



4,174,379.01



6,404,610.11
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Ge
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3
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.462E-03



3.822E-03



7.496E-02



5.513E-02



6.612E-04



2.829E-05



4.552E-03



6.374E-03



4.093E-03



1.573E-02



2.279E-03



7.152E-01



4.372E-04



2.081E-03



2.175E-01



1.794E-02



6.144E-03



1.090E-01



1.000E-04



6.987E-03



1.495E-03



1.057E-04



4.344E-04



5.253E-04



Ratio



1.144E-04



1.178E-02



1.508E-02



1.849E-03



6.138E-04



11,591.98



8,521.20



101.33



28.59



631.14



2,432.44



351.12



110,357.29



226.38



587.80



33,615.71



2,781.38



946.71



16,843.06



702.25



990.04



9,663.45



683.38



1,673.51



2,026.90



1,686.83



8,031.23



CPS



173.33



17,838.63



45,673.94



7,909.75



2,637.03



423.36



29,572.96



10.48



36.23



-10.97



12.08



27.12



531.75



23.99



1.57



28.84



12.69



22.23



13.30



4.06



2.71



14.07



5.75



39.53



48.05



19.64



2.41



4.69



14.88



19.71



13.26



RSD(%)



25.67



5.81



5.05



65.28



2.33



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.051



0.419



-4.327



23.279



0.552



0.007



88.882



25.930



0.335



1.040



0.261



71.414



0.432



0.443



85.594



17.358



8.442



37.660



0.066



8.557



2.248



0.378



0.151



0.438



Conc



0.077



7.309



55.593



0.691



1.182



2



2



2



2



2
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:40



Sample Name mp18012a-mb1conf



Sample Type Sample



File Name 029SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30Pulse9.650E-039,968.919.26ug/l9.1612Sn
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



103.8



102.8



103.2



102.6



101.3



Det



Pulse



Pulse



Pulse



Pulse



96.9



97.2



95.6



96.4



95.3



96.3



102.6



102.4



102.2



101.9



94.9



96.5



0.59



0.77



0.32



0.54



ISTD Recovery%



99.7



102.2



102.4



101.7



101.9



9.22



9.48



9.79



9.45



8.46



0.47



0.49



1.47



1.49



9.72



8.50



8.01



262,890.16



2,898,166.41



4,956,459.94



RSD(%)



1.12



0.75



1.33



1.09



1.53



1.83



1,038,227.70



3,672,902.14



368,576.25



2,582,962.40



250,169.55



172,740.91



605,614.30



3,859,020.46



155,460.51



102,856.96



154,492.64



2,737,891.00



CPS



1,514,316.30



3,029,405.99



616,942.23



852,921.99



4,296,852.02



4,233,718.99



6,463,709.28



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse1.167E-0430.6714.47ug/l0.4183Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.999E-01



9.037E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.282E+00



8.919E-01



2.554E+00



3.825E-01



1.930E-01



8.458E-02



3.413E-01



4.731E-02



1.574E+00



2.040E+00



1.068E+00



8.825E+01



1.606E-01



7.308E-01



1.594E+01



7.550E+00



2.566E+00



5.937E+00



1.150E-01



1.548E-01



1.170E-01



4.627E-02



5.060E-01



1.809E-01



Ratio



1.640E-01



1.194E-01



6.636E-01



4.675E-01



9.129E-02



428,252.47



64,143.71



32,361.24



92,033.03



217,514.60



23,521.23



264,020.19



342,018.15



179,048.38



14,798,669.41



550,388.96



149,572.11



2,673,120.03



1,266,170.54



430,332.87



995,690.55



57,226.71



7,934.21



764,710.79



302,327.25



1,934,546.27



691,575.09



613,861.61



2,793,974.91



0.23



0.49



CPS



246,785.74



179,789.78



2,011,720.70



2,001,562.83



390,796.67



486,192.92



654,584.95



0.60



0.49



0.34



0.47



0.82



0.76



0.76



0.56



0.65



0.48



0.41



0.30



0.32



0.42



0.62



0.24



0.90



0.62



0.46



0.86



2.67



1.63



0.83



0.55



RSD(%)



0.74



1.08



0.12



0.94



0.34



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



205.367



506.220



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



190.273



191.030



187.376



207.663



193.022



191.936



10593.925



193.179



191.445



192.228



192.665



10088.541



200.066



200.366



9618.217



9554.858



9644.877



9689.257



93.310



206.013



198.701



189.645



194.791



196.879



Conc



193.308



191.038



9958.982



194.810



194.118



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:45



Sample Name mp18012a-b2conf



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.1



RSD(%)



0.57



CPS



1,505,146.11



Mass



ISTD Table



Tune



1



Element



Li
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



104.4



102.5



102.1



100.8



101.6



Pulse



Pulse



Pulse



101.3



100.9



100.2



102.3



101.5



99.9



102.5



103.5



103.3



101.0



102.4



100.7



0.50



0.26



1.03



0.35



102.2



102.8



102.7



101.5



0.64



0.72



0.43



1.29



0.75



0.98



0.74



1.81



1.79



0.17



0.30



0.83



260,265.92



2,848,104.19



4,970,086.47



1.33



2.30



2.11



1.32



2.41



1,088,117.32



3,896,960.82



392,479.92



2,678,681.77



251,660.53



172,261.95



612,078.43



3,823,360.46



167,697.53



107,328.82



161,488.13



2,841,819.33



3,031,500.48



619,155.54



861,233.61



4,280,840.15



4,228,674.02



6,534,510.32



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1
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Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



3.898E-01



1.263E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.967E+00



2.125E+00



5.564E+00



1.304E+00



3.783E-01



1.730E-01



5.750E-01



5.267E-01



4.471E+00



5.132E+00



1.425E+01



1.228E+03



6.529E-01



3.083E+00



1.578E+01



2.287E+01



2.595E+01



1.176E+01



2.263E-01



3.038E-01



2.121E-01



2.222E-01



1.040E+00



7.480E-01



Ratio



3.428E-01



2.782E-01



1.085E+00



1.112E+00



1.805E-01



994,363.33



233,047.27



67,613.22



187,034.38



421,518.86



32,950.82



798,977.17



917,160.87



2,546,541.43



219,519,133.50



1,245,124.30



379,703.25



2,821,123.57



4,086,846.09



4,637,857.32



2,102,307.56



102,763.90



94,136.46



1,381,028.63



1,446,968.62



3,918,200.15



2,816,991.10



2,458,641.11



11,607,492.12



1.73



1.13



CPS



513,054.48



416,460.95



3,503,071.93



4,665,897.22



757,052.54



945,389.41



1,268,883.05



0.88



1.34



0.61



1.11



0.86



0.94



1.40



1.18



0.66



1.00



0.69



0.79



0.35



0.95



0.87



1.14



0.92



1.36



0.37



0.37



0.93



1.91



0.82



0.16



RSD(%)



1.00



0.52



0.39



0.59



0.55



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



401.247



707.471



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



403.935



455.599



420.159



726.684



378.515



392.647



17887.207



2151.780



543.910



484.366



2573.035



140555.429



813.841



845.558



9524.099



28949.326



97668.843



19336.649



183.685



405.002



360.330



911.004



400.545



814.544



Conc



404.207



461.991



16393.923



463.660



383.921



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Sn



Se



Mass
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Ni



Cu
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:50



Sample Name mp18012a-ps1 4



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



98.5



RSD(%)



1.31



CPS



1,496,790.88



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



112.2



104.4



102.4



98.7



101.2



Pulse



Pulse



Pulse



101.9



99.6



99.5



103.0



111.6



99.1



101.3



103.1



112.5



99.5



109.1



102.3



0.36



0.98



0.14



0.15



108.9



102.6



102.1



99.5



0.52



0.95



1.15



0.73



0.43



0.11



0.76



3.47



2.27



0.62



0.39



0.11



260,940.47



2,787,727.67



4,953,806.19



1.38



1.42



2.20



1.18



1.61



1,081,189.36



3,927,007.48



431,841.96



2,657,672.32



270,247.72



175,410.92



667,048.32



3,766,128.69



178,726.60



109,132.31



162,432.08



2,804,931.07



3,228,671.00



618,108.27



856,164.88



4,194,247.33



4,177,233.89



6,511,106.36



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In
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Ho



Bi



2
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.686E-04



2.337E-03



6.397E-02



3.147E-02



9.996E-03



2.428E-04



1.660E-03



8.808E-03



2.776E-03



2.545E-01



3.411E-04



1.626E-03



1.561E-01



2.003E-02



1.479E-02



9.220E-02



8.481E-05



1.060E-03



1.278E-03



5.636E-05



3.815E-04



4.144E-04



Ratio



7.969E-05



1.298E-02



2.667E-02



1.003E-03



6.601E-04



10,829.24



5,327.60



281.12



1,491.20



470.01



43,081.85



113.22



395.57



26,431.90



3,390.39



2,503.55



15,609.65



1,692.33



41.11



8,325.90



366.69



1,463.47



1,590.15



1,310.12



6,240.81



CPS



121.33



19,756.32



80,973.67



4,337.45



2,858.27



360.02



4,500.84



98.88



43.28



-3.24



8.73



3.31



22.98



28.33



11.07



7.28



1.43



14.60



10.88



0.65



6.87



12.27



16.27



28.48



7.80



7.25



19.92



19.05



16.43



RSD(%)



28.75



8.79



3.15



9.80



30.96



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.020



-1.035



1.990



51.752



0.176



0.008



0.077



0.070



3.738



0.063



0.064



9.674



4.000



8.197



1.952



0.011



0.128



0.376



0.035



0.026



0.064



Conc



0.007



1.871



46.523



0.068



0.256



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:55



Sample Name mp18078-mb1conf



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



104.8



104.4



103.9



103.2



101.4



Det



Pulse



Pulse



Pulse



Pulse



104.0



103.2



101.8



101.6



100.6



100.6



102.9



103.2



101.3



101.5



103.4



102.6



0.93



0.35



0.48



0.59



ISTD Recovery%



100.2



102.4



103.0



103.2



102.6



0.94



0.77



0.48



0.77



0.70



0.30



1.40



2.03



1.14



0.30



1.05



0.24



264,805.89



2,914,234.19



4,960,795.36



RSD(%)



0.65



1.87



0.68



1.18



0.59



0.54



1,105,870.89



3,873,782.76



389,267.96



2,698,630.24



252,529.49



175,495.43



600,661.23



3,840,935.98



169,304.10



109,439.40



165,821.25



2,904,395.02



CPS



1,521,992.75



3,036,866.83



620,441.59



865,167.67



4,325,316.71



4,243,996.94



6,515,118.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.732E-03



1.206E-04



8.862E-06



Ratio



9.78



1,915.70



31.93



CPS



8.62



11.51



-37.48



RSD(%)



ug/l



ug/l



ug/l



Units



0.199



0.088



-0.007



Conc



2



2



3



TuneISTDMass



Sn



Se



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.617E+00



1.785E+00



5.008E+00



7.242E-01



3.921E-01



1.711E-01



3.746E-01



9.485E-02



3.191E+00



4.073E+00



2.148E+00



8.936E+01



3.217E-01



1.470E+00



1.608E+01



7.645E+00



2.618E+00



6.033E+00



4.697E-01



2.957E-01



2.393E-01



9.361E-02



1.018E+00



3.657E-01



Ratio



3.316E-01



2.357E-01



6.684E-01



9.511E-01



1.862E-01



858,023.78



124,077.10



67,182.84



189,761.82



546,780.26



697,864.24



368,035.31



15,310,862.17



1,133,725.11



305,782.59



2,754,785.24



1,309,851.37



448,478.14



1,033,731.52



64,189.70



16,250.27



1,565,678.83



612,564.83



3,912,565.88



1,405,745.19



1,236,846.13



5,651,278.14



CPS



499,470.88



354,986.91



2,056,712.36



4,099,022.85



802,570.22



1,998,202.21



1,258,006.52



1.50



1.54



1.61



1.69



1.01



0.39



0.84



2.11



0.64



1.40



1.15



1.12



0.91



0.57



1.16



1.21



1.67



1.07



0.65



0.72



1.27



0.70



1.00



1.12



RSD(%)



1.06



1.81



0.30



1.09



0.62



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.729



76.532



75.438



80.026



78.464



77.659



2327.082



77.474



77.643



76.871



77.555



2043.225



80.197



80.630



1940.433



1934.972



1967.771



1969.640



76.251



78.847



81.305



76.753



78.358



79.627



Conc



78.193



77.869



2006.453



79.282



79.224



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 16:00



Sample Name mp18078-b1conf



Sample Type Sample



File Name 033SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.6



104.0



104.0



102.2



102.2



Det



Pulse



Pulse



Pulse



Pulse



103.6



102.9



102.1



103.2



102.2



100.2



103.1



103.6



103.5



101.6



104.6



102.4



0.89



0.45



0.58



0.61



ISTD Recovery%



99.1



103.8



102.9



103.6



102.2



0.46



0.70



0.34



0.92



0.56



0.77



0.67



1.50



1.63



0.92



0.60



0.69



264,919.39



2,887,866.76



5,000,575.77



RSD(%)



0.65



1.08



0.65



1.49



0.57



1.34



1,109,215.83



3,932,606.65



395,434.50



2,688,765.93



254,429.69



174,766.67



613,232.06



3,844,594.74



171,344.53



109,226.74



165,086.44



2,897,941.48



CPS



1,506,456.13



3,077,129.85



619,649.05



869,154.00



4,309,550.04



4,254,050.12



6,543,316.78



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



3.810E-01



1.744E-01



422,543.12



46,210.16



1.23



0.31



ug/l



ug/l



78.420



195.456



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.227E-01



5.584E-02



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.841E+00



1.588E+00



2.497E+00



6.407E-01



1.379E-01



5.442E-02



2.579E+00



3.541E-02



2.625E+00



1.365E+00



9.550E-01



3.731E+01



1.078E-01



4.912E-01



2.353E+01



4.595E+00



1.170E+00



3.556E+00



1.487E-01



9.652E-02



7.673E-02



3.932E-02



3.279E-01



1.213E-01



Ratio



1.068E-01



1.319E-01



5.257E+00



6.256E-01



9.010E-01



410,520.99



105,344.36



22,676.37



58,620.89



132,217.48



14,544.18



431,571.55



224,446.96



157,018.01



6,134,833.23



631,471.92



261,165.21



3,868,024.71



755,556.88



192,300.76



584,605.51



424,067.01



5,823.38



495,764.22



254,034.60



1,238,165.09



457,877.27



407,193.39



1,854,732.68



0.95



0.36



CPS



155,072.51



191,564.83



15,638,271.85



2,613,361.63



3,764,378.07



619,730.49



402,395.74



1.34



1.11



1.75



1.32



1.04



0.34



0.92



0.86



0.91



1.02



1.38



1.61



1.00



0.62



1.35



0.66



1.01



0.83



1.48



0.23



0.84



0.45



0.48



1.33



RSD(%)



1.61



1.11



1.22



0.79



0.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.481



187.615



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



133.598



204.311



109.790



211.864



82.750



74.089



48249.834



86.743



191.567



77.109



103.389



2555.900



80.603



80.784



8530.464



3487.813



2632.690



3446.915



72.402



76.896



78.105



96.694



75.739



79.164



Conc



75.519



127.365



48064.584



156.411



1150.190



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:05



Sample Name mp18078-s1 1



Sample Type Sample



File Name 034SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



95.6



RSD(%)



0.88



CPS



1,452,456.62



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.8



102.0



102.2



99.0



101.3



Pulse



Pulse



Pulse



101.1



99.0



99.2



100.9



101.0



99.3



101.1



102.3



101.8



99.7



100.4



99.9



0.55



0.59



0.62



0.38



100.3



101.2



100.6



99.1



0.74



0.23



0.58



1.19



0.78



0.19



1.55



1.62



1.20



1.31



0.91



1.11



260,462.79



2,796,892.32



4,959,152.16



0.90



0.64



0.79



0.98



1.98



1,077,151.93



3,847,227.07



390,581.10



2,664,371.49



247,678.83



171,376.96



603,159.83



3,775,556.09



164,433.74



106,499.79



161,179.83



2,786,292.25



2,974,789.95



609,532.88



843,302.59



4,177,862.34



4,168,948.72



6,460,442.61



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.222E-01



5.563E-02



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.791E+00



1.575E+00



2.493E+00



6.398E-01



1.366E-01



5.478E-02



2.568E+00



3.471E-02



2.586E+00



1.350E+00



9.582E-01



3.775E+01



1.080E-01



4.922E-01



2.346E+01



4.572E+00



1.169E+00



3.520E+00



1.478E-01



9.584E-02



7.579E-02



4.033E-02



3.238E-01



1.219E-01



Ratio



1.068E-01



1.320E-01



5.263E+00



6.297E-01



8.948E-01



411,967.83



105,736.62



22,581.91



59,115.30



131,926.86



14,403.32



427,443.71



223,157.53



158,354.62



6,238,579.75



626,495.02



260,267.10



3,877,321.38



755,490.87



193,258.26



581,771.49



424,318.10



5,736.62



486,468.85



258,889.10



1,219,012.35



459,024.76



406,802.81



1,853,233.80



0.96



0.65



CPS



154,313.37



190,877.12



15,642,039.77



2,619,042.93



3,721,819.42



617,226.45



400,252.83



0.98



1.29



0.99



1.28



1.23



1.41



0.93



3.65



0.53



0.75



1.41



0.81



1.04



0.38



0.83



0.84



0.09



0.28



2.12



1.39



2.37



3.14



1.76



0.63



RSD(%)



0.69



1.47



1.58



0.83



0.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.168



186.904



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



131.870



202.571



109.600



211.562



81.985



74.573



48033.357



85.022



188.771



76.272



103.738



2585.839



80.748



80.938



8507.223



3469.862



2632.334



3411.933



71.987



76.350



77.138



99.181



74.777



79.583



Conc



75.503



127.522



48116.085



157.435



1142.219
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2
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1
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1
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:10



Sample Name mp18078-s2



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



95.1



RSD(%)



0.19



CPS



1,445,509.88
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.8



100.5



101.6



98.5



100.6



Pulse



Pulse



Pulse



100.6



98.9



99.4



101.8



101.2



99.3



101.3



101.7



101.2



99.5



100.9



99.4



0.45



0.53



0.70



0.87



100.2



101.2



100.9



98.7



0.37



0.33



0.42



0.90



0.27



0.62



1.60



1.31



1.49



0.32



0.84



1.66



258,922.76



2,783,172.18



4,922,820.64



0.81



1.17



1.32



1.22



2.32



1,079,218.86



3,877,759.71



391,352.83



2,663,743.85



247,712.90



168,956.74



599,946.94



3,765,643.38



165,262.60



105,976.30



160,330.92



2,785,769.89



2,972,220.37



609,695.33



845,770.45



4,159,692.96



4,176,570.34



6,420,430.74
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3
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



4.402E+00



1.180E+00



3.351E+00



4.663E-01



2.551E-01



1.138E-01



8.454E-01



6.459E-02



2.104E+00



2.705E+00



1.432E+00



2.246E+02



2.087E-01



9.511E-01



4.202E+01



1.936E+01



6.584E+00



1.506E+01



3.164E-01



1.933E-01



1.536E-01



6.216E-02



6.769E-01



2.358E-01



Ratio



2.175E-01



3.125E-01



1.680E+00



6.360E-01



1.239E-01



548,470.34



76,317.73



41,748.07



121,005.50



344,383.38



442,674.79



234,372.74



36,760,040.76



720,370.08



193,200.49



6,876,455.84



3,168,138.21



1,077,641.59



2,465,112.47



138,355.63



10,570.15



988,313.16



400,044.93



2,534,482.04



882,952.72



781,362.10



3,561,344.79



CPS



321,884.20



462,333.28



4,993,402.53



2,649,951.05



516,328.07



1,308,947.17



799,830.17



0.16



0.32



0.37



0.30



0.72



0.47



0.89



5.03



0.59



0.67



0.41



0.52



0.75



0.94



1.04



0.11



0.40



0.55



0.79



0.49



2.26



0.88



0.72



0.45



RSD(%)



1.57



1.39



0.79



0.80



0.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.037



50.592



49.810



50.974



51.036



51.657



5264.366



52.750



51.185



51.016



51.693



5138.779



52.009



52.161



5085.495



4901.005



4954.122



4959.803



51.366



51.501



52.165



50.962



52.112



51.339



Conc



51.300



104.086



5096.807



53.010



52.714



2



2



2



2



2



2
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 16:15



Sample Name CCVA



Sample Type CCV



File Name 036_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.8



100.0



100.2



98.0



100.1



Det



Pulse



Pulse



Pulse



Pulse



100.2



98.5



97.9



100.3



100.2



97.3



100.3



101.9



101.7



98.9



99.9



98.7



1.05



0.31



0.91



1.18



ISTD Recovery%



97.4



100.2



100.2



99.9



98.8



0.51



0.17



0.16



0.41



0.62



0.63



0.43



2.13



1.50



0.19



0.61



0.32



255,226.70



2,767,360.65



4,897,900.08



RSD(%)



0.46



1.13



1.52



0.26



0.73



1.93



1,063,254.29



3,822,979.01



387,522.85



2,609,396.98



245,214.78



168,126.92



602,812.59



3,744,252.65



163,664.72



105,251.75



159,732.59



2,773,981.21



CPS



1,479,620.88



2,971,730.37



603,723.14



837,777.39



4,166,281.08



4,136,965.70



6,435,672.82
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Ge
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Tb
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Bi



2



3



3



3



3



3



2
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2



2
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2



1



1



1



1



1
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ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.475E-01



1.793E-01



263,127.57



45,761.65



0.41



1.09



ug/l



ug/l



50.887



200.914
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.709E-04



1.887E-03



6.263E-05



1.214E-03



5.420E-03



9.578E-04



9.136E-02



2.565E-04



1.258E-03



8.209E-02



4.822E-03



3.238E-03



8.830E-02



1.399E-04



1.135E-03



5.486E-04



2.871E-05



2.676E-04



3.192E-04



Ratio



1.085E-04



1.445E-02



1.089E-02



3.938E-04



4.926E-04



194.45



867.81



153.34



14,633.32



155.52



13,148.57



772.25



518.91



14,142.79



302.23



10.00



3,503.87



183.34



993.41



1,183.43



950.08



4,667.17



CPS



158.67



21,131.36



31,731.28



1,640.17



2,056.89



573.37



4,644.22



54.01



165.56



155.72



-116.62



60.27



86.18



763.10



27.15



4.34



4.64



93.16



-71.93



79.34



17.12



12.06



10.03



5.29



5.37



12.97



RSD(%)



17.50



3.16



-20.24



51.89



7.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



1.151



0.029



-0.003



0.013



0.005



0.004



0.041



0.043



0.697



0.149



-0.499



0.662



0.020



0.148



0.128



0.013



0.017



0.043



Conc



0.014



2.372



-1.656



0.017



0.185
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2



2



2



2



2



2



2



2
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K
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 16:20



Sample Name CCB



Sample Type CCB



File Name 037_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.1



100.3



99.4



99.1



99.7



Det



Pulse



Pulse



Pulse



Pulse



98.5



99.1



97.7



98.1



97.6



97.3



99.3



101.1



99.3



98.0



97.8



97.3



1.54



1.01



0.51



0.62



ISTD Recovery%



96.3



98.2



98.0



97.6



99.0



0.17



0.60



0.13



0.68



0.54



1.00



0.45



2.51



1.80



0.56



0.76



1.29



253,312.43



2,798,235.51



4,878,499.39



RSD(%)



0.37



1.02



1.10



0.50



1.36



1.07



1,061,181.37



3,737,803.88



377,609.60



2,610,041.98



243,577.91



168,550.53



588,389.90



3,711,150.88



160,166.14



103,751.35



157,079.79



2,790,415.31



CPS



1,462,645.80



2,912,809.64



590,191.36



818,137.80



4,173,009.42



4,094,238.03



6,385,397.19
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Tb
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3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.704E-03



9.923E-05



7.194E-03



2.205E-04



5.312E-05



Ratio



1,152.28



35.33



56.44



1,809.02



25.13



CPS



12.04



4.42



-13.55



30.15



66.89



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.193



0.064



-0.745



0.022



0.013
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2



2



2
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.491E-03



2.241E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.708E+00



1.031E+00



9.210E-01



4.248E-01



1.083E-02



-6.926E-05



2.482E+00



3.532E-03



1.602E+00



5.185E-02



2.648E-01



8.183E+00



4.921E-03



2.291E-02



1.851E+01



2.134E+00



2.976E-01



1.651E+00



1.297E-04



1.083E-03



1.222E-03



9.669E-03



1.835E-04



5.800E-03



Ratio



3.102E-04



5.837E-02



5.035E+00



3.187E-01



8.298E-01



146,566.77



67,595.33



1,720.76



-72.50



1,566.77



56.87



254,897.17



8,244.36



42,142.63



1,301,813.21



271,848.19



163,959.22



2,944,488.91



339,538.00



47,360.96



262,667.01



394,878.03



562.24



7,892.37



62,406.64



690.04



21,850.47



18,539.17



86,318.92



17.59



13.17



CPS



454.68



85,627.55



14,865,381.03



1,313,830.68



3,420,764.84



536.70



4,480.85



4.32



5.09



4.46



4.71



9.31



-40.01



4.48



3.39



3.99



7.77



3.64



5.12



0.72



0.88



5.45



5.29



3.89



4.98



12.44



27.05



7.72



3.24



23.43



2.20



RSD(%)



13.23



0.30



0.88



0.94



0.16



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.448



0.612



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



59.419



132.484



36.663



138.909



6.436



-0.129



46427.357



8.592



116.868



2.671



28.602



555.636



3.614



3.695



6706.132



1618.370



663.350



1554.607



0.054



0.402



1.071



23.753



0.033



3.710



Conc



0.185



52.084



46025.905



79.664



1059.236



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:25



Sample Name td46661-1



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:22 AM on:11/4/2019



Raw Data MA47741    page 106 of 289



Inst QC: MA47741



211 of 556



JC97564



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



96.5



RSD(%)



1.36



CPS



1,467,070.25



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 11:22 AM on:11/4/2019



Raw Data MA47741    page 107 of 289



Inst QC: MA47741



212 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.9



100.8



99.5



97.9



99.4



Pulse



Pulse



Pulse



96.9



96.5



96.9



98.4



98.0



97.1



100.3



102.2



100.7



99.5



97.3



96.7



1.25



1.28



1.80



1.65



99.6



100.2



99.9



97.8



3.27



2.97



3.67



4.06



3.43



2.09



1.05



1.37



1.70



4.16



3.86



3.40



253,611.23



2,765,724.68



4,862,793.97



1.05



0.71



0.73



1.31



1.78



1,052,462.48



3,750,091.10



378,992.53



2,606,099.83



240,614.80



169,338.42



596,778.34



3,766,724.42



159,306.89



103,080.74



154,506.79



2,715,822.60



2,952,642.56



603,322.57



837,483.95



4,122,633.48



4,135,557.24



6,455,117.82



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:22 AM on:11/4/2019



Raw Data MA47741    page 108 of 289



Inst QC: MA47741



213 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Analog



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.030E-03



4.013E-03



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



1.212E-02



1.896E-01



2.933E+00



8.129E-02



2.442E-02



1.121E-05



1.405E+01



1.138E-03



3.290E-01



2.835E-02



2.788E-01



1.069E+01



5.443E-04



2.498E-03



8.670E+02



7.330E+01



6.951E-02



3.135E+01



1.150E-04



1.498E-03



1.346E-03



1.915E-01



9.425E-05



6.702E-04



Ratio



3.038E-05



5.416E-01



2.779E+01



9.058E+00



7.699E-03



489,344.42



13,563.51



4,073.86



11.84



2,141.29



902.16



54,900.67



4,730.74



46,512.06



1,783,547.43



2,022.01



31,628.32



144,649,452.03



12,229,276.46



11,596.33



5,230,189.37



2,344,370.74



190.01



8,759.52



1,246,527.95



333.35



2,370.30



1,926.90



8,841.44



7.12



10.66



CPS



44.00



784,176.83



84,361,337.08



35,876,638.63



30,496.65



466.70



6,081.42



2.23



0.75



1.02



1.81



1.44



-46.91



1.70



12.76



1.11



4.89



0.59



1.08



5.37



2.02



2.10



2.22



2.95



0.59



29.38



4.74



9.15



2.46



17.97



15.07



RSD(%)



-28.84



0.82



0.83



0.27



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.781



13.352



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.401



24.170



130.021



22.808



14.595



-0.019



263016.383



2.723



23.929



1.339



30.115



727.755



0.340



0.335



315378.362



55685.922



148.182



31059.488



0.047



0.735



1.197



471.096



0.012



0.358



Conc



-0.013



546.885



254538.661



2265.455



9.755



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:30



Sample Name td46785-1



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 109 of 289



Inst QC: MA47741



214 of 556



JC97564



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



95.3



RSD(%)



0.37



CPS



1,447,778.42



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 110 of 289



Inst QC: MA47741



215 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



91.0



88.8



89.0



82.3



88.8



Pulse



Pulse



Pulse



99.5



93.8



97.1



100.3



100.1



92.2



98.5



103.1



102.5



93.5



101.9



99.4



12.30



12.77



13.27



10.51



102.4



99.1



98.5



94.0



0.57



0.67



0.95



1.06



0.10



13.54



1.07



1.32



1.09



0.88



0.48



1.48



226,797.52



2,325,418.87



4,347,801.63



1.36



1.81



1.54



1.15



1.56



1,054,787.84



3,822,904.85



387,361.65



2,473,360.67



219,267.56



149,306.10



607,775.11



3,539,147.76



166,854.17



105,975.15



158,566.55



2,640,160.87



3,035,406.94



597,179.31



826,160.74



3,960,855.98



4,060,748.29



6,509,756.57



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 111 of 289



Inst QC: MA47741



216 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.275E-03



1.040E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.598E-03



6.023E-02



9.593E-01



2.940E-02



7.434E-03



5.425E-06



4.175E+00



2.200E-04



1.001E-01



1.456E-02



8.472E-02



3.293E+00



2.689E-04



1.224E-03



2.633E+02



2.123E+01



2.203E-02



9.087E+00



8.830E-05



8.683E-04



4.978E-04



5.770E-02



4.444E-05



2.958E-04



Ratio



3.004E-05



1.705E-01



8.517E+00



2.716E+00



2.239E-03



159,903.41



4,900.80



1,238.72



5.88



1,379.53



26.20



16,687.42



2,427.99



14,120.61



548,882.69



599.65



10,040.94



43,883,709.37



3,539,050.42



3,672.69



1,514,662.75



695,898.60



36.67



3,273.82



379,477.00



163.34



1,090.09



990.08



4,507.18



9.18



26.40



CPS



45.33



257,394.78



25,901,407.11



11,175,268.58



9,213.07



366.69



3,607.23



8.72



1.76



1.93



6.59



4.35



-31.56



1.67



21.25



2.25



5.37



2.17



2.01



19.26



4.23



2.21



2.08



3.72



1.82



16.20



21.50



17.00



2.26



453.46



7.52



RSD(%)



-49.46



0.62



0.81



1.91



1.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.047



0.694



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.350



25.051



128.135



17.567



14.660



-0.089



260409.608



1.576



24.040



1.858



30.299



732.853



0.445



0.416



319148.128



53759.308



136.448



29809.817



0.113



0.768



1.105



473.018



0.002



0.377



Conc



-0.045



556.195



259775.459



2264.315



9.280



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/1/2019 16:35



Sample Name td46785-1



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 112 of 289



Inst QC: MA47741



217 of 556



JC97564



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.4



RSD(%)



0.79



CPS



1,509,968.24



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 113 of 289



Inst QC: MA47741



218 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.1



99.9



99.3



94.5



97.7



Pulse



Pulse



Pulse



101.7



98.6



99.6



101.9



101.5



97.2



100.7



104.2



102.5



97.3



101.8



100.4



5.27



4.96



6.74



6.67



102.6



101.7



101.4



97.6



1.02



1.43



0.73



0.81



0.70



7.09



0.40



1.35



1.38



1.75



1.52



1.51



252,946.68



2,670,334.06



4,782,793.84



0.43



0.42



0.42



1.15



1.08



1,082,208.46



3,885,294.29



392,749.19



2,606,369.97



243,557.25



167,958.95



607,242.75



3,683,867.86



166,717.12



107,082.28



162,056.47



2,775,364.47



3,041,109.95



612,611.66



850,260.30



4,114,848.58



4,152,455.26



6,576,917.40



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 114 of 289



Inst QC: MA47741



219 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.930E-04



2.694E-03



2.152E-01



2.194E-02



2.700E-03



8.613E-04



6.747E-03



1.346E-02



1.936E-03



1.968E-01



2.614E-04



1.171E-03



1.930E-01



7.798E-03



1.977E-02



9.075E-02



1.646E-04



8.461E-03



4.291E-04



7.347E-05



8.840E-04



2.873E-04



Ratio



2.406E-05



1.753E-02



1.326E-02



6.986E-04



6.026E-04



34,453.89



3,512.64



1,080.05



2,154.62



310.01



31,497.02



78.81



431.12



30,882.04



1,247.85



3,164.78



14,525.41



432.24



137.78



2,903.75



496.70



3,398.88



1,103.43



1,006.75



4,503.83



CPS



37.33



27,217.94



40,025.78



3,004.31



2,593.64



700.05



36,036.18



-161.49



30.94



1.77



4.97



6.80



16.80



2.22



7.79



11.20



6.02



17.70



5.65



7.21



18.23



1.72



49.95



22.20



4.48



19.77



10.04



5.32



41.24



RSD(%)



-6.69



2.51



23.14



19.72



8.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.002



0.071



2.609



1.834



12.449



1.363



0.263



0.330



0.080



4.835



0.085



0.077



28.280



1.806



23.894



2.944



0.047



4.211



0.174



0.098



0.130



0.072



Conc



-0.012



6.851



11.145



0.085



0.463



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:40



Sample Name mp18041-mb1 4



Sample Type Sample



File Name 041SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 115 of 289



Inst QC: MA47741



220 of 556



JC97564



7
7.1











Quantitation Report



31.00Pulse3.480E-0455.6724.43ug/l0.0952As



Page 2 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 116 of 289



Inst QC: MA47741



221 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.6



109.9



110.2



103.7



103.4



Det



Pulse



Pulse



Pulse



Pulse



103.1



100.2



97.6



100.5



100.6



98.5



103.3



107.1



104.1



101.6



97.7



103.7



0.69



0.40



0.52



0.11



ISTD Recovery%



102.2



101.8



108.3



107.5



102.1



0.55



0.79



0.56



0.50



0.41



0.19



1.66



2.09



1.83



0.76



0.91



0.94



280,861.62



2,929,002.03



5,060,348.27



RSD(%)



0.98



1.42



1.60



2.30



1.22



1.57



1,059,808.63



3,828,438.74



389,093.64



2,643,162.74



254,405.75



184,765.41



616,760.48



3,846,944.94



160,076.58



110,558.45



164,287.84



2,821,697.04



CPS



1,552,307.98



3,019,078.91



652,536.96



901,405.27



4,303,284.62



4,258,964.14



6,760,184.48



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.097E-02



4.940E-05



3.977E-06



Ratio



4.20



11,622.20



13.87



CPS



1.32



125.40



-17.27



RSD(%)



ug/l



ug/l



ug/l



Units



4.207



0.016



-0.019



Conc



2



2



3



TuneISTDMass



Sn



Se



Cd



Element



Page 3 of 3 Printed at: 11:23 AM on:11/4/2019



Raw Data MA47741    page 117 of 289



Inst QC: MA47741



222 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.388E+00



9.073E-01



2.710E+00



3.447E-01



1.883E-01



8.471E-02



3.475E-01



4.786E-02



1.618E+00



2.093E+00



1.097E+00



9.050E+01



1.635E-01



7.459E-01



1.640E+01



7.773E+00



2.608E+00



6.001E+00



2.342E-01



1.508E-01



1.145E-01



4.615E-02



5.150E-01



1.865E-01



Ratio



1.609E-01



1.333E-01



6.702E-01



4.806E-01



9.477E-02



431,015.83



54,822.42



29,943.34



88,365.69



257,254.75



332,833.71



174,392.26



14,392,190.54



538,715.58



144,291.18



2,608,160.03



1,236,051.48



414,810.29



954,372.74



55,266.86



7,610.72



761,412.12



306,791.12



1,952,849.24



707,052.23



619,828.89



2,828,553.12



CPS



241,732.83



200,199.70



1,979,115.70



1,995,991.37



393,568.79



972,825.64



626,287.35



0.15



0.64



0.98



0.24



0.68



0.31



0.93



1.37



0.81



0.77



0.19



1.22



1.33



0.38



0.23



0.30



0.87



0.25



0.50



0.95



1.75



1.11



0.30



1.02



RSD(%)



1.03



2.82



0.98



0.90



0.83



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.557



77.735



79.797



74.559



75.334



76.893



4315.889



78.162



78.687



78.911



79.157



4138.804



81.468



81.799



3959.040



3934.566



3921.619



3918.007



76.030



80.247



77.779



75.662



79.293



81.180



Conc



75.882



85.851



4023.758



80.108



80.613



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:46



Sample Name mp18041-b1



Sample Type Sample



File Name 042SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 2 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 118 of 289



Inst QC: MA47741



223 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.1



108.4



109.3



101.8



103.1



Det



Pulse



Pulse



Pulse



Pulse



102.6



98.4



96.0



100.2



100.0



97.2



100.7



105.3



103.4



100.2



97.1



101.2



0.90



1.09



0.97



0.84



ISTD Recovery%



98.9



99.6



105.1



103.9



98.5



0.39



0.27



0.38



0.48



0.51



0.50



0.20



1.07



1.88



0.44



0.17



0.50



278,593.77



2,874,794.75



5,046,726.19



RSD(%)



0.93



1.61



1.55



2.17



1.91



1.23



1,043,171.27



3,819,766.24



386,877.11



2,607,319.48



253,371.61



182,175.14



612,633.83



3,792,450.05



159,025.96



107,874.19



163,613.45



2,770,557.18



CPS



1,502,399.86



2,953,201.42



632,879.15



871,547.33



4,153,056.08



4,153,877.21



6,647,856.57



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.930E-01



1.606E-01



201,333.58



44,739.38



0.84



1.68



ug/l



ug/l



79.301



359.923



2



3



Sn



Se



Page 2 of 2 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 119 of 289



Inst QC: MA47741



224 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.485E-03



3.519E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.785E-01



6.619E-01



2.689E+00



2.682E+00



1.837E-02



1.949E-03



4.649E-01



9.214E-02



9.239E-01



4.751E+00



4.278E+00



6.673E+02



1.070E-02



5.023E-02



4.458E+00



2.471E+00



5.496E+00



2.463E+00



2.547E-04



6.467E-03



1.527E-03



3.288E-02



8.018E-04



1.282E-02



Ratio



1.663E-03



3.507E-02



9.335E-01



2.228E-01



4.414E-02



425,196.99



424,079.78



2,904.60



1,990.04



8,662.50



94.73



146,087.34



751,252.14



676,469.45



105,522,715.81



59,851.09



104,657.31



704,904.85



390,688.47



869,065.92



389,450.25



73,516.49



14,569.92



10,003.60



215,455.37



3,013.79



48,143.14



40,169.49



188,650.93



2.74



7.62



CPS



2,438.88



51,404.73



2,787,885.69



908,417.80



180,002.84



1,040.08



26,406.33



0.82



1.08



0.46



0.72



2.20



4.75



1.35



2.20



0.96



0.62



0.16



1.07



2.53



1.30



0.74



0.41



0.50



0.45



2.46



0.36



4.49



0.40



7.19



0.54



RSD(%)



4.00



2.05



1.47



1.00



1.12



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



3.184



0.694



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



8.766



56.662



79.136



601.135



7.310



1.746



5781.132



150.532



44.911



179.357



308.979



30544.297



5.289



5.462



1062.641



1249.268



8269.652



1574.268



0.077



3.145



0.921



53.901



0.117



5.530



Conc



0.762



18.821



5632.116



37.115



37.519



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:51



Sample Name jc97278-1



Sample Type Sample



File Name 043SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 120 of 289



Inst QC: MA47741



225 of 556



JC97564



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



96.5



RSD(%)



1.67



CPS



1,465,836.44



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 121 of 289



Inst QC: MA47741



226 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



106.6



107.7



105.6



100.3



102.4



Pulse



Pulse



Pulse



100.0



96.4



94.0



99.0



102.6



96.9



99.0



103.8



105.6



99.2



96.5



99.8



1.47



0.79



0.47



0.77



100.7



103.0



102.1



96.7



0.72



1.16



0.55



0.74



0.53



0.76



0.74



1.18



1.79



0.19



0.62



0.35



269,159.70



2,833,302.53



5,012,962.30



0.16



1.40



2.33



1.33



1.21



1,021,040.05



3,773,173.60



396,880.46



2,600,794.69



256,919.30



181,067.18



625,840.74



3,755,951.71



158,122.41



106,433.84



159,437.30



2,714,968.78



2,986,492.98



620,692.82



856,118.84



4,077,864.00



4,082,999.29



6,552,692.61



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 122 of 289



Inst QC: MA47741



227 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.662E-03



2.307E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.769E+00



2.400E-01



8.745E-01



4.942E-01



8.308E-03



4.338E-05



5.981E-01



9.785E-03



4.533E-01



1.880E+00



6.162E+00



4.119E+02



2.170E-03



9.548E-03



1.846E+01



5.794E+00



6.048E-01



1.387E+00



1.301E-04



2.952E-03



6.812E-04



1.617E-02



5.927E-04



2.448E-03



Ratio



5.008E-04



3.213E-02



1.200E+00



2.340E-01



1.907E-02



136,746.81



77,283.14



1,299.39



44.89



3,790.51



63.07



70,887.59



293,956.53



963,561.32



64,403,826.33



276,624.51



37,536.19



2,886,830.58



906,028.05



94,582.97



216,876.35



93,523.59



1,530.10



4,477.50



106,266.28



2,230.29



9,216.86



8,162.91



35,939.12



2.19



9.73



CPS



748.03



48,003.81



3,591,757.55



967,610.95



78,865.94



536.70



12,198.63



1.00



2.21



0.80



1.54



2.55



41.31



1.87



1.68



0.96



1.27



1.42



1.05



9.70



2.54



0.36



0.44



1.50



1.98



10.77



7.40



10.63



1.67



5.26



2.10



RSD(%)



5.00



0.70



0.69



1.33



0.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.194



0.423



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.017



20.448



23.003



108.235



3.282



0.017



7443.186



15.945



22.003



70.860



445.066



18849.686



1.037



0.997



4458.628



2932.369



904.794



861.543



0.036



1.267



0.346



26.493



0.085



1.013



Conc



0.213



16.813



7262.398



38.993



16.183



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:56



Sample Name jc97278-2



Sample Type Sample



File Name 044SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 123 of 289



Inst QC: MA47741



228 of 556



JC97564



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



98.3



RSD(%)



1.31



CPS



1,494,142.58



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 124 of 289



Inst QC: MA47741



229 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.4



108.8



107.3



101.1



102.3



Pulse



Pulse



Pulse



101.5



97.3



95.3



98.8



100.7



96.3



100.1



104.1



103.8



99.5



95.5



101.1



1.37



0.82



0.99



0.82



100.9



106.4



105.3



98.1



0.31



0.68



0.56



0.93



0.46



0.56



0.47



1.56



1.84



0.74



0.97



0.81



273,300.09



2,855,076.28



5,006,082.30



0.72



1.10



1.62



1.85



1.65



1,035,094.28



3,766,216.79



389,629.78



2,583,300.59



253,926.97



182,814.60



615,199.18



3,764,882.55



156,377.44



107,827.23



161,745.39



2,740,621.35



2,992,182.67



641,192.92



882,582.02



4,134,930.04



4,130,459.53



6,573,137.19



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:24 AM on:11/4/2019



Raw Data MA47741    page 125 of 289



Inst QC: MA47741



230 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.372E-04



2.173E-03



1.169E-01



1.888E-02



2.072E-03



1.748E-04



3.365E-03



1.089E-02



1.586E-03



1.093E-01



1.502E-04



6.799E-04



1.233E-01



6.418E-03



2.871E-03



8.208E-02



6.803E-05



1.080E-03



2.609E-04



2.059E-05



5.091E-05



1.512E-04



Ratio



2.942E-05



1.203E-02



1.159E-02



4.097E-04



1.205E-04



18,592.87



3,003.65



535.57



1,732.34



252.23



17,390.76



85.51



345.57



19,613.74



1,021.16



456.68



13,059.65



330.01



27.78



1,733.50



136.67



193.35



573.37



570.04



2,576.89



CPS



44.00



17,996.61



34,049.39



1,706.84



503.37



283.35



4,494.18



-183.01



96.23



-6.77



12.62



104.06



36.63



21.96



6.83



30.74



27.73



39.88



9.03



6.33



5.57



-16.02



-19.83



20.33



18.24



17.82



120.69



218.78



57.35



RSD(%)



-49.19



0.74



49.33



31.78



37.78



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



0.026



-0.435



1.143



4.610



0.241



0.098



0.233



0.055



0.832



0.030



0.024



11.385



1.107



-1.552



-2.797



0.016



0.267



0.060



0.012



0.001



0.012



Conc



-0.009



3.094



0.941



0.036



0.053



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:01



Sample Name mp18077a-mb1 4



Sample Type Sample



File Name 045SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:25 AM on:11/4/2019



Raw Data MA47741    page 126 of 289



Inst QC: MA47741



231 of 556



JC97564



7
7.1











Quantitation Report



31.00Pulse2.389E-0438.009.57ug/l0.0522As



Page 2 of 3 Printed at: 11:25 AM on:11/4/2019



Raw Data MA47741    page 127 of 289



Inst QC: MA47741



232 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



104.1



106.1



105.8



103.1



102.4



Det



Pulse



Pulse



Pulse



Pulse



101.7



98.9



95.7



99.2



99.0



97.4



101.0



105.2



102.3



100.1



97.1



100.9



1.00



0.71



0.23



0.21



ISTD Recovery%



98.5



99.1



103.2



103.8



99.0



0.11



0.26



0.55



0.32



0.38



1.13



0.70



1.79



0.96



0.83



0.88



0.43



269,681.51



2,912,669.68



5,010,394.80



RSD(%)



0.39



0.99



1.18



0.88



1.41



1.49



1,039,745.56



3,780,557.49



383,097.48



2,612,719.69



250,796.40



178,268.91



606,494.39



3,790,421.71



159,104.09



107,548.99



162,088.73



2,783,587.46



CPS



1,496,028.11



2,937,590.37



621,566.53



870,146.42



4,173,129.10



4,164,904.02



6,645,776.98



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.445E-03



4.699E-05



7.435E-06



Ratio



7.73



1,502.32



12.67



CPS



19.82



142.91



-10.48



RSD(%)



ug/l



ug/l



ug/l



Units



0.279



0.011



-0.016



Conc



2



2



3



TuneISTDMass



Sn



Se



Cd



Element



Page 3 of 3 Printed at: 11:25 AM on:11/4/2019



Raw Data MA47741    page 128 of 289



Inst QC: MA47741



233 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.744E-04



2.398E-03



1.337E-01



1.999E-02



4.796E-03



1.698E-04



4.067E-03



1.368E-02



1.436E-03



9.613E-02



2.368E-04



1.091E-03



1.494E-01



6.585E-03



5.136E-03



8.567E-02



6.761E-05



1.637E-03



4.648E-04



3.744E-05



1.646E-04



2.824E-04



Ratio



2.400E-05



1.133E-02



1.583E-02



4.973E-04



2.528E-04



21,001.31



3,140.35



638.91



2,149.06



225.56



15,102.64



58.85



376.68



23,474.15



1,034.49



806.70



13,457.79



753.36



26.67



3,100.46



250.01



623.37



1,070.09



896.74



4,133.74



CPS



36.00



17,006.73



46,927.52



2,090.22



1,063.42



283.35



6,871.77



-50.66



47.73



56.28



23.22



5.92



29.83



5.30



14.44



32.75



62.59



18.16



15.61



1.18



5.28



44.95



-435.00



28.25



8.47



8.99



38.56



17.69



10.98



RSD(%)



-11.87



12.58



7.82



14.35



4.37



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.005



0.045



0.086



1.394



38.603



0.233



0.133



0.338



0.044



0.227



0.073



0.069



17.723



1.191



1.859



-0.422



0.016



0.564



0.198



0.039



0.019



0.070



Conc



-0.012



2.616



26.847



0.051



0.166



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:06



Sample Name mp18077a-mb2



Sample Type Sample



File Name 046SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:25 AM on:11/4/2019



Raw Data MA47741    page 129 of 289



Inst QC: MA47741



234 of 556



JC97564



7
7.1











Quantitation Report



31.00Pulse4.499E-0470.6712.36ug/l0.1362As



Page 2 of 3 Printed at: 11:25 AM on:11/4/2019



Raw Data MA47741    page 130 of 289



Inst QC: MA47741



235 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



106.1



111.2



110.5



103.3



103.2



Det



Pulse



Pulse



Pulse



Pulse



106.0



98.8



95.9



99.4



99.3



97.2



101.8



105.7



103.2



100.1



95.9



104.5



0.54



0.93



0.50



0.19



ISTD Recovery%



98.8



100.0



107.8



107.5



99.8



0.10



0.46



0.06



0.36



1.11



0.48



1.39



2.30



1.84



0.38



0.72



0.92



281,643.25



2,918,941.34



5,051,105.91



RSD(%)



1.33



0.65



1.67



1.63



1.90



1.51



1,041,855.51



3,788,664.30



383,982.10



2,607,065.38



255,613.29



186,865.46



611,811.14



3,788,342.44



157,098.09



111,429.17



168,944.34



2,782,616.90



CPS



1,501,490.89



2,964,270.58



649,261.72



901,215.35



4,205,349.63



4,197,253.07



6,673,018.23



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.130E-03



7.958E-05



6.297E-06



Ratio



6.56



2,219.07



22.40



CPS



0.96



38.25



-29.41



RSD(%)



ug/l



ug/l



ug/l



Units



0.562



0.084



-0.017



Conc



2



2



3



TuneISTDMass



Sn



Se



Cd



Element
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.394E+00



9.124E-01



2.636E+00



3.398E-01



1.881E-01



8.426E-02



3.481E-01



4.857E-02



1.626E+00



2.104E+00



1.086E+00



9.115E+01



1.624E-01



7.434E-01



1.649E+01



7.801E+00



2.608E+00



6.007E+00



2.371E-01



1.497E-01



1.136E-01



4.549E-02



5.124E-01



1.850E-01



Ratio



1.619E-01



1.293E-01



6.804E-01



4.806E-01



9.456E-02



419,395.17



54,052.12



29,924.64



88,021.37



258,727.63



334,752.39



172,790.99



14,500,532.20



539,881.61



145,140.23



2,622,809.55



1,241,032.48



414,826.02



955,616.63



55,372.72



7,727.46



754,039.68



301,839.29



1,929,532.05



696,735.22



611,389.13



2,799,647.25



CPS



241,405.05



192,862.39



2,013,225.70



1,995,792.52



392,655.71



986,201.84



622,586.88



0.16



1.09



0.22



0.41



0.44



0.81



0.59



3.22



0.90



0.67



0.72



0.94



0.55



0.21



0.23



0.21



0.25



0.52



0.61



0.48



0.92



0.76



0.65



0.26



RSD(%)



0.84



1.06



0.29



0.69



0.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.699



78.167



77.505



73.440



75.260



76.487



4322.742



79.334



79.109



79.339



78.401



4168.433



80.923



81.533



3979.919



3948.968



3920.372



3921.789



76.985



79.681



77.164



74.581



78.906



80.554



Conc



76.337



83.155



4086.346



80.104



80.430



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:11



Sample Name mp18077a-b2



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



106.0



110.5



110.1



101.5



103.1



Det



Pulse



Pulse



Pulse



Pulse



102.7



98.1



96.2



100.7



100.2



97.2



100.8



105.1



103.4



99.5



97.1



102.9



0.44



0.23



0.71



1.28



ISTD Recovery%



98.1



99.8



105.8



106.0



98.5



0.47



0.94



0.68



0.83



0.11



1.00



1.35



1.26



2.27



0.24



1.94



1.43



280,614.91



2,867,651.48



5,046,743.27



RSD(%)



0.66



0.83



2.43



1.74



1.24



1.11



1,044,631.25



3,835,998.18



387,607.36



2,607,370.59



255,514.16



185,754.97



613,118.55



3,765,761.51



159,083.64



109,753.48



163,669.53



2,763,309.89



CPS



1,491,297.28



2,958,826.10



637,259.86



888,982.98



4,152,469.21



4,158,717.98



6,635,800.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.933E-01



1.519E-01



201,910.21



42,617.75



0.38



0.82



ug/l



ug/l



79.420



340.344



2



3



Sn



Se



Page 2 of 2 Printed at: 11:25 AM on:11/4/2019



Raw Data MA47741    page 133 of 289



Inst QC: MA47741



238 of 556



JC97564



7
7.1
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



4.559E+00



1.222E+00



3.438E+00



4.823E-01



2.637E-01



1.183E-01



8.750E-01



6.448E-02



2.188E+00



2.820E+00



1.470E+00



2.347E+02



2.088E-01



9.507E-01



4.384E+01



2.034E+01



6.923E+00



1.572E+01



3.112E-01



1.915E-01



1.494E-01



6.086E-02



6.800E-01



2.368E-01



Ratio



2.181E-01



3.093E-01



1.715E+00



6.371E-01



1.224E-01



543,759.73



76,256.46



41,715.32



120,821.84



346,222.90



446,544.18



232,804.89



37,123,996.30



721,694.58



193,375.66



6,939,596.39



3,219,470.78



1,096,038.36



2,488,507.26



138,489.75



10,221.03



978,381.83



398,564.23



2,510,287.67



874,003.03



770,674.15



3,509,547.21



CPS



327,227.42



464,085.38



5,123,388.67



2,637,426.06



506,520.49



1,287,864.07



792,380.25



10.38



10.75



11.85



12.41



11.29



11.27



10.62



8.20



10.98



9.99



9.67



11.28



0.31



0.52



10.30



10.26



10.10



10.37



0.57



0.57



2.63



2.57



1.01



1.64



RSD(%)



0.34



0.35



1.20



0.79



1.10



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.866



52.371



51.146



52.774



52.759



53.684



5449.583



52.661



53.227



53.198



53.065



5368.972



52.032



52.141



5306.444



5149.133



5208.931



5177.850



50.517



51.001



50.741



49.891



52.357



51.553



Conc



51.421



102.988



5202.661



53.100



52.048



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:16



Sample Name CCVA



Sample Type CCV



File Name 048_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



113.0



107.2



107.8



106.7



112.2



Det



Pulse



Pulse



Pulse



Pulse



97.6



95.0



94.8



96.7



96.7



94.2



100.3



103.7



101.3



97.5



97.3



96.7



7.48



7.20



9.34



13.24



ISTD Recovery%



98.8



100.8



100.7



100.7



98.2



9.60



10.42



10.15



10.26



9.37



10.92



1.05



1.25



1.95



9.96



8.97



7.90



274,608.25



3,013,938.56



5,489,378.53



RSD(%)



0.61



1.43



1.50



1.45



1.10



1.30



1,029,619.53



3,686,085.13



374,000.77



2,528,026.57



272,343.29



180,215.21



600,574.90



3,691,642.34



159,389.55



103,111.80



155,544.85



2,675,664.89



CPS



1,500,651.76



2,987,857.77



606,391.03



844,340.35



4,139,653.69



4,138,518.99



6,550,510.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.557E-01



1.665E-01



261,167.89



45,554.00



11.54



7.35



ug/l



ug/l



52.581



186.537



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.030E-03



1.593E-03



7.546E-05



1.654E-03



5.120E-03



8.033E-04



8.150E-02



1.611E-04



7.929E-04



8.019E-02



3.371E-03



2.567E-03



8.399E-02



8.875E-05



9.773E-04



4.559E-04



2.792E-05



1.716E-04



1.840E-04



Ratio



1.075E-04



1.256E-02



1.067E-02



5.948E-04



2.622E-04



267.79



828.92



130.00



13,193.25



166.64



12,981.76



545.57



415.56



13,597.89



257.78



12.22



2,937.07



180.01



636.72



683.38



596.71



2,940.27



CPS



161.34



18,846.46



31,440.57



2,463.65



1,086.75



363.35



4,014.03



100.48



-107.76



64.68



68.34



62.74



-743.21



-43.82



25.83



5.99



46.66



-46.82



-39.56



-69.48



38.54



11.00



12.01



101.94



3.03



32.06



RSD(%)



25.77



8.71



-11.96



6.83



8.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



-0.687



0.039



0.008



0.007



-0.001



-0.221



0.018



0.018



0.466



-0.218



-1.005



-0.766



0.011



0.106



0.096



0.012



0.010



0.013



Conc



0.014



1.729



-2.340



0.034



0.087



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:21



Sample Name CCB



Sample Type CCB



File Name 049_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse2.437E-03



4.265E-026,903.76



394.4648.33



-0.59ug/l



ug/l0.024



-1.3652



2Ni



Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.3



93.3



93.8



91.6



91.2



Det



Pulse



Pulse



Pulse



Pulse



99.2



98.8



97.3



98.1



97.1



96.9



99.6



102.0



99.1



98.0



98.8



98.0



12.42



13.12



15.01



14.92



ISTD Recovery%



98.7



99.4



99.0



98.4



98.3



0.63



0.68



0.36



0.46



0.55



14.95



0.24



1.03



1.82



0.36



0.29



0.89



238,885.48



2,588,721.84



4,461,874.68



RSD(%)



0.37



1.11



2.17



1.53



1.30



1.48



1,056,790.40



3,736,948.18



375,595.19



2,598,998.30



222,444.78



156,882.82



587,326.79



3,709,233.90



161,884.06



104,539.98



158,151.20



2,781,072.32



CPS



1,500,163.39



2,946,654.64



596,419.26



825,078.22



4,143,161.61



4,106,492.11



6,442,162.61



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.356E-03



1.001E-04



6.691E-03



1.832E-04



4.193E-05



Ratio



1,083.39



29.67



44.32



1,433.42



23.60



CPS



15.20



27.02



-12.13



16.69



42.24



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.121



0.065



-0.801



0.015



0.008



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element



Page 3 of 3 Printed at: 11:26 AM on:11/4/2019



Raw Data MA47741    page 138 of 289



Inst QC: MA47741



243 of 556



JC97564



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.609E-02



Det



Pulse



Pulse



Pulse



Pulse



1.637E-02



1.689E-03



1.075E-01



4.447E-04



2.676E-03



9.642E-02



5.287E-03



2.737E-03



8.465E-02



2.737E-03



2.710E-04



4.809E-03



6.613E-05



8.736E-05



2.414E-04



2.317E-04



9.897E-04



1.392E-01



Ratio



4.149E-05



1.256E-02



1.200E-02



3.534E-04



2.391E-04



1.246E-04



1.618E-03



5.805E-04



427.79



15,417.37



2,572.46



43.34



768.92



2,618.02



270.01



17,188.17



71.06



3,690.34



22,264.76



845.59



437.79



13,535.66



437.79



6,695.05



3,807.30



433.36



326.69



900.07



863.40



CPS



62.67



18,984.32



35,492.32



1,470.14



993.40



516.70



1.83



-79.73



55.57



-4.99



24.80



-56.95



29.55



14.84



4.55



8.52



35.78



13.21



18.20



14.94



5.40



48.25



-24.71



6.16



24.28



2.22



10.79



13.97



43.45



ug/l



RSD(%)



-109.53



10.65



68.70



21.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.069



-1.067



0.514



0.399



0.169



0.440



0.062



0.747



-0.003



0.058



15.254



0.534



-1.753



-1.097



12.906



0.554



0.277



0.086



0.007



0.052



0.070



Conc



-0.004



3.456



3.460



0.027



0.154



0.034



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 2.000



Operator Name admin



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/1/2019 17:26



Sample Name jc97328-2



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:26 AM on:11/4/2019



Raw Data MA47741    page 139 of 289



Inst QC: MA47741



244 of 556



JC97564



7
7.1











Quantitation Report



31.00Pulse3.646E-0458.3326.96ug/l0.1022As



Page 2 of 3 Printed at: 11:26 AM on:11/4/2019



Raw Data MA47741    page 140 of 289



Inst QC: MA47741



245 of 556



JC97564



7
7.1











Quantitation Report



Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



104.0



109.3



108.3



101.4



101.3



102.9



103.5



97.5



95.4



98.4



98.5



98.6



100.3



103.8



100.5



98.5



97.6



0.51



0.78



0.47



0.53



0.41



ISTD Recovery%



99.5



99.8



106.3



105.6



0.94



0.49



0.65



0.82



0.32



0.46



1.58



1.77



2.71



1.90



0.47



0.76



RSD(%)



0.68



1.89



2.25



2.28



1.49



2,572,897.40



250,534.67



183,655.08



276,020.65



2,865,309.82



4,957,004.11



109,741.07



164,983.04



2,743,918.92



1,035,869.98



3,748,987.35



381,118.76



4,156,159.10



4,137,499.56



6,554,720.53



595,791.42



3,728,946.82



159,905.73



CPS



1,511,613.00



2,957,992.87



640,371.94



885,298.22



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Units RSD(%) CPS Ratio



5.00



0.30



0.30



Pulse



Pulse



Pulse



1.383E-05



2.183E-03



7.559E-0520.87



14.35



2,261.31



-42.84



4.43



57.44



ug/l



ug/l



ug/l0.075



-0.010



0.584



2



2



3



Cd



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



4.211E+00



1.134E+00



3.187E+00



4.460E-01



2.447E-01



1.102E-01



8.150E-01



6.148E-02



2.026E+00



2.616E+00



1.365E+00



2.186E+02



2.066E-01



9.356E-01



4.083E+01



1.880E+01



6.398E+00



1.453E+01



3.088E-01



1.883E-01



1.467E-01



5.975E-02



6.716E-01



2.337E-01



Ratio



2.182E-01



3.104E-01



1.679E+00



6.233E-01



1.213E-01



537,753.90



75,249.40



41,292.19



119,008.58



341,784.29



441,422.52



230,289.30



36,880,461.87



710,526.71



191,304.94



6,888,630.42



3,172,323.35



1,079,471.66



2,450,800.11



137,513.00



10,372.24



960,230.20



391,031.67



2,456,368.87



854,640.48



755,532.88



3,422,067.66



CPS



330,316.14



469,811.51



5,066,693.99



2,599,843.19



505,833.98



1,274,561.49



777,472.18



0.89



0.61



0.62



0.59



0.79



1.69



0.38



2.86



0.95



0.98



1.04



0.89



0.29



0.72



1.71



0.88



1.37



1.28



1.08



0.79



0.71



0.53



0.41



0.33



RSD(%)



1.22



0.86



1.92



0.69



0.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



48.829



48.590



47.274



48.687



48.965



50.022



5075.170



50.212



49.276



49.344



49.269



5001.093



51.482



51.309



4941.742



4760.469



4813.923



4782.368



50.119



50.162



49.838



48.987



51.705



50.870



Conc



51.457



103.362



5094.471



51.953



51.585



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:31



Sample Name CCVA



Sample Type CCV



File Name 051_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



103.2



100.3



101.0



98.2



100.2



Det



Pulse



Pulse



Pulse



Pulse



101.9



100.1



99.4



101.1



101.1



98.1



100.1



103.6



100.7



96.6



103.0



100.8



1.05



0.58



1.09



0.71



ISTD Recovery%



99.6



101.8



100.8



101.0



98.9



0.68



0.89



0.79



1.43



1.44



1.65



0.78



0.59



1.14



0.50



2.01



1.53



257,296.48



2,772,656.97



4,900,983.97



RSD(%)



0.89



0.87



0.87



0.75



0.45



0.34



1,079,958.69



3,852,071.24



391,310.53



2,632,578.85



248,590.87



168,496.96



597,155.68



3,657,825.36



168,722.75



107,540.18



162,419.04



2,818,787.74



CPS



1,513,845.56



3,017,125.58



607,207.00



847,014.31



4,170,800.98



4,128,116.96



6,544,213.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.389E-01



1.765E-01



257,975.71



45,402.05



1.32



0.42



ug/l



ug/l



49.117



197.728



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.583E-04



1.744E-03



6.870E-05



1.827E-03



5.053E-03



1.044E-03



8.407E-02



1.609E-04



7.025E-04



7.733E-02



4.002E-03



2.829E-03



8.606E-02



9.028E-05



9.582E-04



4.902E-04



1.628E-05



1.746E-04



1.838E-04



Ratio



7.831E-05



1.199E-02



1.046E-02



5.427E-04



2.744E-04



295.56



817.81



168.89



13,604.89



138.85



12,513.61



647.80



457.79



13,925.92



282.23



11.11



3,110.45



103.34



640.05



673.39



590.04



2,573.55



CPS



118.67



18,163.35



30,689.24



2,230.26



1,126.76



366.69



3,900.65



42.09



268.80



29.86



58.95



54.57



27.21



-46.65



30.06



21.18



280.01



-114.78



-14.24



-998.47



15.61



20.32



15.51



23.90



18.02



53.95



RSD(%)



5.92



1.99



-4.20



2.35



20.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.258



0.034



0.012



0.006



0.008



-0.162



0.018



0.013



0.119



-0.058



-0.807



-0.083



0.012



0.101



0.108



0.002



0.010



0.013



Conc



0.007



1.532



-2.980



0.029



0.092



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:36



Sample Name CCB



Sample Type CCB



File Name 052_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse2.236E-03



4.024E-026,511.38



362.23104.26



-1.32ug/l



ug/l0.016



-1.4022



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.8



100.9



100.4



99.4



99.6



Det



Pulse



Pulse



Pulse



Pulse



98.1



97.5



96.7



96.7



96.4



96.0



98.6



100.5



97.2



96.8



98.8



98.0



0.92



1.50



0.59



0.81



ISTD Recovery%



99.7



98.9



98.6



97.8



97.5



0.79



0.22



0.47



1.03



0.78



0.48



1.50



0.78



1.59



0.86



0.44



0.70



255,753.78



2,806,531.14



4,872,063.14



RSD(%)



0.35



0.88



1.40



1.22



0.90



2.58



1,050,558.95



3,683,727.07



372,797.74



2,574,582.12



245,371.89



169,645.63



576,131.42



3,665,702.96



161,849.61



104,494.79



156,366.99



2,743,793.43



CPS



1,515,467.72



2,933,775.79



594,141.89



819,956.94



4,108,922.33



4,066,221.71



6,345,906.36



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.375E-03



9.279E-05



7.109E-03



2.352E-04



3.583E-05



Ratio



1,151.17



38.00



37.66



1,444.54



23.73



CPS



14.94



5.17



-8.67



64.56



132.42



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.125



0.057



-0.754



0.025



0.005



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.004E+00



1.888E+00



5.248E+00



7.241E-01



4.134E-01



1.819E-01



2.265E-01



1.043E-01



3.362E+00



4.327E+00



2.263E+00



4.898E+01



3.325E-01



1.516E+00



8.763E+00



4.185E+00



1.421E+00



3.305E+00



6.227E-02



3.085E-01



2.459E-01



9.459E-02



1.051E+00



3.769E-01



Ratio



3.356E-01



2.424E-01



3.623E-01



9.723E-01



1.983E-01



860,865.55



118,788.22



67,816.47



191,848.69



551,520.45



709,836.66



371,292.22



8,035,559.13



1,149,007.15



309,656.31



1,437,610.19



686,482.80



233,111.78



542,196.52



37,151.54



17,117.86



1,571,941.59



604,739.73



3,855,191.50



1,383,027.11



1,220,189.38



5,562,887.70



CPS



505,182.22



364,915.60



1,076,202.15



4,020,444.84



820,047.96



255,260.42



1,264,620.01



1.36



1.54



1.33



1.90



1.31



0.33



2.37



0.87



1.65



1.28



1.12



1.32



1.01



0.22



1.36



1.56



1.45



1.66



0.42



1.29



1.23



0.87



0.83



0.25



RSD(%)



1.58



0.81



1.47



1.56



0.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2030.422



2023.628



1978.544



2000.334



2068.054



2063.820



35064.012



2130.832



2044.963



2041.617



2042.870



27975.645



2072.108



2078.862



26334.161



26465.896



26670.827



26650.824



252.633



2056.429



2088.641



1938.764



2022.313



2051.758



Conc



1978.669



2004.479



26786.280



2026.101



2109.392



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/1/2019 17:41



Sample Name mp18077a-b3



Sample Type Sample



File Name 053SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.4



100.5



100.6



99.1



99.7



Det



Pulse



Pulse



Pulse



Pulse



99.3



98.3



97.1



98.7



98.3



96.4



99.4



101.2



99.4



96.9



100.2



97.2



0.56



0.91



0.33



0.37



ISTD Recovery%



99.1



100.2



99.8



99.2



98.1



0.56



0.60



0.96



1.56



0.70



0.82



1.14



1.52



2.30



0.59



0.80



0.34



256,242.06



2,800,772.94



4,881,325.78



RSD(%)



0.26



0.67



2.04



1.89



1.32



1.20



1,054,939.89



3,761,498.74



380,305.17



2,586,242.33



246,806.25



168,959.86



588,997.54



3,669,636.61



164,059.46



103,637.20



158,214.28



2,767,429.54



CPS



1,505,241.64



2,970,866.93



601,291.66



832,213.74



4,134,471.71



4,099,360.75



6,393,127.82



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



4.122E-01



7.530E-02



434,869.18



19,296.00



0.83



1.09



ug/l



ug/l



2121.640



2108.837



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Analog



2.807E-01



1.467E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.342E+00



1.182E+00



6.288E+00



2.649E+00



1.945E-01



8.257E-02



2.012E+01



1.302E-01



2.216E+00



3.084E+00



1.209E+01



1.050E+03



1.186E+00



5.792E+00



5.644E+02



8.405E+01



9.921E+00



2.228E+01



2.614E-01



2.191E-01



1.075E-01



9.524E-01



5.165E-01



1.421E+00



Ratio



1.600E-01



9.757E-01



4.050E+01



1.145E+01



1.035E-01



985,321.35



414,985.01



30,471.96



80,426.10



273,417.77



38,161.41



347,257.36



483,181.84



1,894,978.47



164,585,913.46



523,565.42



185,145.43



88,437,905.37



13,170,049.48



1,554,416.99



3,491,128.33



3,152,625.92



20,394.92



690,031.24



6,115,429.08



1,730,834.14



4,763,103.16



3,974,266.81



19,403,734.81



0.98



1.40



CPS



228,907.60



1,395,993.35



118,414,014.90



42,938,004.36



388,264.90



1,003,830.56



841,385.85



0.89



1.30



0.57



1.10



0.70



0.84



1.00



1.27



1.73



1.65



1.44



1.44



0.57



1.64



0.29



1.43



0.92



0.75



0.68



0.89



2.44



2.66



0.40



0.54



RSD(%)



0.91



1.09



0.41



1.82



2.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



115.486



328.856



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



77.488



101.286



190.484



593.600



77.809



74.951



251086.030



212.660



107.829



116.356



873.600



48080.617



591.434



635.523



136860.201



42565.743



14931.373



14701.326



84.866



116.754



72.968



1561.929



79.529



619.218



Conc



75.454



660.907



247314.721



1909.170



88.063



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:46



Sample Name mp18077a-s3



Sample Type Sample



File Name 054SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.1



RSD(%)



0.97



CPS



1,430,598.96



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.6



103.4



102.1



90.6



97.6



Pulse



Pulse



Pulse



99.1



89.0



89.7



95.9



96.1



86.0



93.1



101.7



99.2



88.5



95.7



97.5



1.15



0.99



0.42



0.76



98.6



101.1



100.1



89.0



0.56



0.25



0.41



0.37



0.49



0.33



0.96



2.77



2.25



0.63



1.39



1.06



260,065.49



2,558,941.29



4,776,892.31



1.12



1.89



0.98



2.16



1.85



974,013.82



3,656,295.69



371,869.00



2,305,802.06



247,155.07



173,768.93



588,071.44



3,351,111.72



156,691.31



104,016.19



157,994.19



2,506,121.22



2,923,835.16



609,134.34



839,662.78



3,750,661.51



3,840,109.85



6,421,678.24



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Analog



2.791E-01



1.440E-01



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.290E+00



1.110E+00



6.189E+00



2.643E+00



1.918E-01



8.142E-02



2.041E+01



1.287E-01



2.183E+00



3.072E+00



1.217E+01



1.047E+03



1.151E+00



5.663E+00



5.677E+02



8.450E+01



9.865E+00



2.238E+01



2.269E-01



2.160E-01



1.091E-01



9.697E-01



5.093E-01



1.381E+00



Ratio



1.583E-01



9.890E-01



4.109E+01



1.146E+01



1.025E-01



961,940.34



410,817.18



29,807.07



78,393.29



268,699.09



37,443.55



339,336.03



477,401.32



1,891,997.98



162,769,780.20



511,327.62



172,521.66



88,246,489.83



13,133,430.87



1,533,297.44



3,479,216.32



3,172,022.24



20,002.23



681,866.92



6,063,432.41



1,696,527.63



4,598,459.10



3,834,050.77



18,859,413.88



1.36



0.59



CPS



227,532.90



1,421,775.92



120,867,951.53



43,015,407.69



384,840.37



869,998.01



828,132.46



2.33



2.28



2.40



1.19



2.38



1.54



1.38



3.34



1.72



2.12



1.99



2.65



0.29



0.77



1.15



2.55



1.59



1.94



1.05



0.50



2.03



0.58



0.75



0.79



RSD(%)



0.83



0.79



1.52



0.99



0.93



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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Total Dilution 2.000



Acq Time 11/1/2019 17:56
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File Name 056SMPL.d
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Prep Dilution 10.000
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Total Dilution 10.000



Acq Time 11/1/2019 18:01
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File Name 057SMPL.d
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Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



5.855E-03



1.078E-02



1.251E-01



2.557E-02



1.307E-03



1.442E-05



1.071E+00



3.643E-03



1.520E-02



2.495E-02



4.355E-01



7.388E+00



9.360E-04



4.417E-03



4.348E+01



3.517E+00



1.037E-01



2.677E+00



7.810E-05



1.157E-03



3.612E-04



9.726E-03



4.625E-04



1.103E-03



Ratio



6.957E-05



3.632E-02



2.243E+00



4.142E-01



6.046E-04



19,081.24



3,900.52



199.33



14.27



2,316.86



3,803.82



66,408.28



1,126,641.52



892.55



1,644.55



6,629,475.15



536,239.73



15,812.20



408,274.05



163,340.24



555.57



2,276.93



61,343.02



1,630.16



3,890.72



3,297.18



15,564.01



CPS



104.00



54,264.64



6,413,695.53



1,616,478.88



2,360.29



306.68



4,550.86



6.98



3.49



-22.41



13.19



8.38



-35.64



0.46



2.13



2.64



1.78



0.43



0.36



7.51



4.01



0.89



0.38



0.20



0.66



25.83



9.09



19.61



2.47



6.15



7.49



RSD(%)



90.29



1.11



0.70



1.09



3.47



ug/l



ug/l



ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.122



0.765



-0.178



2.652



0.479



-0.010



13346.999



5.909



0.674



0.764



31.398



334.041



0.422



0.434



10525.285



1778.963



150.255



1716.339



0.019



0.308



0.128



15.928



0.065



0.427



Conc



0.010



19.674



13630.476



69.024



0.465
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:21



Sample Name jc97328-4



Sample Type Sample



File Name 061SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3
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3



3



3



3
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0.30
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0.10



0.10
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0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10
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Pulse
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Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



100.7



105.6



105.3



97.6



100.1



Det



Pulse



Pulse



Pulse



Pulse



100.0



92.6



91.0



94.4



94.4



91.5



95.4



99.9



97.0



93.1



93.1



99.0



1.13



1.02



0.46



1.09



ISTD Recovery%



98.3



96.4



101.5



101.4



92.6



0.66



0.81



0.87



1.05



0.52



1.10



1.34



2.42



1.96



0.94



0.59



1.22



268,349.73



2,758,079.27



4,900,583.00



RSD(%)



0.66



1.45



2.41



2.50



1.50



1.75



988,177.75



3,598,247.08



365,238.40



2,455,783.31



242,570.06



177,487.54



574,803.82



3,525,566.93



152,489.58



105,588.31



159,386.43



2,607,422.95



CPS



1,494,060.92



2,859,536.62



611,653.47



850,285.95



3,903,277.55



3,935,077.14



6,308,005.11
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2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1
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ISTD Table



Tune



1



1



1



1
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3



3
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5.00
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Pulse



1.448E-03



1.044E-03



1,430.08



280.13



15.37
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ug/l



ug/l
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0.30
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0.30



0.30
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0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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Pulse



Pulse
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Pulse



Pulse
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Pulse
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse
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4.369E+00



1.175E+00



3.271E+00



4.574E-01



2.504E-01



1.128E-01



8.407E-01



6.337E-02



2.102E+00



2.701E+00



1.410E+00



2.261E+02



2.074E-01



9.436E-01



4.284E+01



1.971E+01



6.713E+00



1.502E+01



3.134E-01



1.911E-01



1.481E-01



6.058E-02



6.746E-01



2.352E-01



Ratio



2.181E-01



3.112E-01



1.650E+00



6.403E-01



1.242E-01



518,057.90



72,439.03



39,663.55



114,646.49



332,974.80



427,824.30



223,285.66



35,802,913.02



691,977.54



186,061.82



6,785,531.81



3,121,303.35



1,063,215.41



2,379,175.32



133,157.16



10,036.46



920,092.33



376,377.09



2,361,400.12



823,167.96



725,973.82



3,303,019.83



CPS



323,530.49



461,579.31



4,741,215.04



2,500,850.85



485,347.78



1,224,007.53



746,357.64



1.28



1.12



0.52



0.36



0.31



0.63



0.38



0.65



1.09



1.42



1.21



1.51



0.18



0.58



0.79



1.15



1.23



0.13



1.47



0.67



2.16



2.77



1.34



0.40



RSD(%)



0.82



1.20



0.42
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0.79
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.662



50.348



48.567



49.966



50.104



51.205



5235.486



51.753



51.140



50.950



50.890



5172.094



51.689



51.748



5185.924



4989.750



5051.054



4946.437



50.869



50.892



50.296



49.661



51.943



51.199



Conc



51.435



103.647



5004.197



53.364



52.846
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 18:26



Sample Name CCVA



Sample Type CCV



File Name 062_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse



Pulse



98.4



96.3



97.2



94.8



97.6



Det



Pulse



Pulse



Pulse



Pulse



95.6



93.7



93.6



96.0



95.0



92.4



94.7



98.4



95.3



92.5



96.7



95.4



0.39



0.57



0.47



0.48



ISTD Recovery%



97.6



96.9



95.5



96.0



92.7



0.30



0.76



0.09



0.55



0.65



0.38



0.43



1.53



1.75



0.53



1.27



1.27



247,577.48



2,676,858.23



4,776,848.01



RSD(%)



1.21



1.48



1.44



0.79



1.70



2.14



1,016,287.28



3,660,483.46



367,545.79



2,479,126.92



237,138.14



161,871.99



564,600.34



3,500,500.68



158,384.40



101,761.20



152,317.81



2,639,273.78



CPS



1,483,296.39



2,873,686.00



574,991.62



804,957.12



3,906,300.57



3,906,567.03



6,213,760.11



Tb
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Bi
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Ge
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Ge
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Tb
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Bi



2



3



3



3



3



3



2



2



2



2



2



2
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1



1



1



1
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ISTD Table



Tune



1



1



1
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3



3



0.30



5.00



Pulse



Pulse



2.462E-01



1.786E-01



250,163.16



44,208.94



1.05



0.24



ug/l



ug/l



50.617
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0.10
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.007E-04



1.707E-03



6.350E-05



1.755E-03



4.711E-03



1.057E-03



9.426E-02



2.005E-04



9.836E-04



8.148E-02



5.080E-03



3.125E-03



8.363E-02



6.715E-05



8.891E-04



4.890E-04



4.094E-05



2.216E-04



2.666E-04



Ratio



7.882E-05



1.801E-02



1.070E-02



6.305E-04



2.949E-04



275.56



738.91



165.56



14,783.54



141.07



12,780.52



796.70



490.01



13,118.63



267.78



10.00



2,987.11



250.01



766.73



923.41



696.71



3,410.31



CPS



116.00



26,472.08



30,349.03



2,480.33



1,160.10



260.01



3,444.02



104.12



5817.10



209.63



97.10



-611.69



179.45



95.44



24.60



12.29



63.85



23.83



-52.30



-27.24



24.88



8.16



15.19



19.58



24.71



26.24



RSD(%)



57.66



4.74



-19.26



17.20



9.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



0.027



0.030



0.010



0.000



0.008



0.071



0.027



0.028



0.622



0.215



-0.584



-0.885



0.008



0.082



0.107



0.023



0.014



0.031



Conc



0.007



3.587



-2.234



0.037



0.101
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 18:31



Sample Name CCB



Sample Type CCB



File Name 063_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.8



97.0



96.7



96.3



97.3



Det



Pulse



Pulse



Pulse



Pulse



95.2



94.4



93.5



93.8



94.1



93.2



93.9



96.8



93.0



91.6



95.8



94.8



1.14



0.51



0.60



0.76



ISTD Recovery%



96.7



95.6



94.3



94.2



93.3



0.62



0.82



0.98



0.91



0.62



1.16



1.25



1.03



2.31



0.60



1.29



1.02



246,335.54



2,720,085.17



4,762,927.45



RSD(%)



0.89



1.19



1.50



1.94



1.35



1.60



1,015,905.64



3,575,708.47



364,217.86



2,499,859.76



235,611.93



163,013.22



551,428.89



3,468,902.55



156,853.09



101,109.61



151,775.97



2,657,648.65



CPS



1,469,901.85



2,835,331.83



567,855.86



789,991.24



3,934,105.15



3,874,123.63



6,113,146.16
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1
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Li
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3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.242E-03



8.931E-05



6.070E-03



1.721E-04



3.485E-05



Ratio



952.27



27.00



35.43



1,261.74



22.00



CPS



25.67



0.80



-2.12



79.45



125.86



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.098



0.053



-0.871



0.012



0.004
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2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.627E-03



1.050E-04



1,614.55



28.33



16.57



6.20



ug/l



ug/l



0.354



0.141
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3
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3



3



3



3



3



3



3



3
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3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



6.654E-03



1.427E-02



1.127E-01



2.316E-02



1.687E-03



1.442E-05



1.319E+00



2.241E-03



3.111E-02



2.562E-02



5.342E-01



1.513E+01



8.110E-04



3.883E-03



5.910E+01



4.990E+00



8.480E-02



3.392E+00



6.511E-05



1.321E-03



4.538E-04



1.208E-02



8.203E-05



9.423E-04



Ratio



3.882E-05



1.064E-01



2.766E+00



5.396E-01



9.597E-04



17,210.29



3,537.11



257.67



14.17



4,750.74



3,911.63



81,567.74



2,310,629.08



1,016.03



2,179.07



9,024,419.64



761,987.21



12,948.43



518,009.65



201,401.81



342.23



2,853.72



75,959.73



283.35



3,253.85



2,797.06



13,399.76



CPS



57.33



157,016.41



7,825,545.30



2,093,705.49



3,723.90



253.35



5,137.72



8.67



8.81



-15.20



9.30



5.81



-48.80



0.81



9.99



2.00



5.47



0.75



0.51



8.22



2.26



1.31



0.64



2.84



0.56



6.85



8.06



5.32



1.44



29.96



14.07



RSD(%)



-129.92



1.02



1.47



1.31



3.68
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ug/l



ug/l
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ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.141



1.064



-0.563



2.109



0.632



-0.010



16439.360



3.618



1.449



0.789



38.527



688.516



0.359



0.375



14314.532



2525.275



121.803



2189.889



0.015



0.395



0.191



19.788



0.006



0.357



Conc



-0.005



67.533



16824.231



89.942



0.767
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:51



Sample Name jc97328-7



Sample Type Sample



File Name 067SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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Time(sec)
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0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.9



102.1



101.7



91.2



96.6



Det



Pulse



Pulse



Pulse



Pulse



99.7



91.4



90.5



94.3



94.1



90.6



94.3



99.6



95.5



91.1



93.2



98.9



7.33



6.83



8.08



3.92



ISTD Recovery%



97.1



95.4



102.0



101.0



92.0



0.64



0.31



1.15



0.90



0.63



7.88



0.70



1.97



1.04



0.12



1.24



0.59



259,179.23



2,576,844.20



4,726,779.67



RSD(%)



0.74



1.27



1.53



1.26



1.32



1.36



982,638.82



3,592,574.72



364,051.73



2,430,153.79



230,975.94



171,670.78



565,887.37



3,450,476.41



152,697.64



105,473.58



158,986.82



2,572,409.62



CPS



1,475,158.86



2,829,755.58



614,346.23



846,967.10



3,880,194.11



3,889,393.71



6,288,433.66
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3
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2
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1
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1
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ISTD Table



Tune



1



1



1



1
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3



3



0.30



5.00



Pulse



Pulse



1.771E-03



9.185E-05



1,740.12



23.73



9.49



21.63
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1.00
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.562E-03



8.515E-03



1.109E-01



3.064E-02



1.318E-03



1.902E-05



1.059E+00



2.503E-04



9.966E-03



1.837E-02



8.297E-02



2.020E+00



3.065E-04



1.655E-03



4.305E+01



3.489E+00



1.366E-02



2.573E+00



7.962E-05



1.300E-03



3.821E-04



8.659E-03



3.927E-04



4.268E-04



Ratio



5.320E-05



4.057E-02



2.223E+00



4.043E-01



4.556E-04



16,736.47



4,626.27



199.00



18.74



1,504.53



2,772.50



12,525.95



304,979.21



235.85



1,285.63



6,499,704.46



526,707.74



2,062.38



388,468.48



159,864.92



37.78



2,393.63



54,262.55



1,356.79



1,476.81



1,060.09



5,724.04



CPS



78.67



60,043.60



6,275,736.78



1,558,838.83



1,756.84



310.01



5,071.93



28.27



1.68



-6.72



3.53



4.47



-231.66



0.74



12.13



3.26



11.24



1.08



0.89



4.93



4.10



1.65



1.44



5.10



1.45



25.77



23.99



5.49



0.90



9.32



8.03



RSD(%)



262.31



0.91



1.22



0.40



0.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.023



0.570



-0.620



3.794



0.484



-0.006



13193.186



0.365



0.420



0.516



5.933



88.296



0.108



0.131



10422.268



1764.786



14.697



1647.208



0.020



0.384



0.142



14.179



0.054



0.132



Conc



0.002



22.576



13509.183



67.382



0.338
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:56



Sample Name jc97328-1f



Sample Type Sample



File Name 068SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30
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Time(sec)
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0.10
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0.10



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.3



105.2



105.5



95.6



98.6



Det



Pulse



Pulse



Pulse



Pulse



98.8



91.8



90.5



93.8



93.4



90.2



94.6



99.2



95.0



91.4



92.2



98.6



0.07



0.41



0.89



0.65



ISTD Recovery%



97.4



95.2



101.1



101.0



91.5



0.59



0.45



0.55



0.28



0.50



0.44



1.56



1.83



2.37



0.93



0.19



1.13



268,767.80



2,701,508.92



4,826,460.78



RSD(%)



1.02



1.74



1.70



0.92



2.13



1.84



983,340.53



3,574,424.86



361,367.28



2,419,749.83



239,226.00



176,853.51



563,361.12



3,459,479.64



150,986.17



105,105.47



157,498.23



2,585,461.08



CPS



1,479,934.84



2,823,297.87



608,970.51



846,629.18



3,855,841.09



3,903,136.35



6,266,071.37



Tb
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Ho



Bi



Sc



Ge
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Rh
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2



3



3



3



3



3



2



2



2



2
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2



1



1



1



1



1
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ISTD Table



Tune



1



1



1



1



Element
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3



3



0.30



5.00



Pulse



Pulse



1.679E-03



1.243E-04



1,651.22



33.40



16.37



28.97



ug/l



ug/l
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0.184
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1.00
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Det



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



1.868E-03



8.142E-03



9.448E-02



2.389E-02



8.303E-04



1.918E-05



1.070E+00



3.035E-04



1.066E-02



1.744E-02



6.814E-02



2.018E+00



2.896E-04



1.376E-03



4.311E+01



3.548E+00



1.341E-02



2.607E+00



8.531E-05



9.471E-04



2.486E-04



8.584E-03



5.386E-05



3.575E-04



Ratio



3.585E-05



3.851E-02



2.234E+00



4.102E-01



3.956E-04



14,182.94



3,584.88



124.67



18.77



1,598.99



2,616.91



10,227.74



302,912.01



280.30



1,222.29



6,470,570.85



532,588.02



2,013.48



391,334.13



160,609.21



45.55



1,556.81



53,750.76



186.68



1,236.78



1,003.41



4,763.86



CPS



53.33



57,207.60



6,305,445.53



1,575,920.50



1,520.13



333.35



3,693.93



9.57



2.12



-3.00



10.67



5.96



-118.78



0.41



25.87



11.31



3.90



0.98



2.12



12.40



4.61



0.30



1.08



3.05



0.81



41.61



24.13



21.62



2.24



112.18



33.27



RSD(%)



-68.81



2.08



2.57



0.57



7.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.030



0.538



-1.127



2.272



0.288



-0.005



13331.731



0.452



0.453



0.480



4.862



88.211



0.099



0.100



10435.585



1794.947



14.321



1669.722



0.022



0.196



0.051



14.056



0.002



0.102



Conc



-0.006



21.167



13578.488



68.358



0.287
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:01



Sample Name jc97328-3f



Sample Type Sample



File Name 069SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.30



0.30
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Rep
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3



3



3
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0.30
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0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



105.1



104.8



96.6



98.8



Det



Pulse



Pulse



Pulse



Pulse



98.1



91.5



90.0



93.9



93.7



91.0



94.7



99.2



95.5



91.5



91.6



96.9



0.73



0.89



0.33



0.25



ISTD Recovery%



97.8



95.2



101.9



100.2



91.1



0.23



0.40



0.56



0.65



0.72



0.38



0.82



1.31



2.06



0.84



0.70



0.42



266,931.14



2,729,629.20



4,836,085.09



RSD(%)



0.89



0.84



0.93



0.92



1.76



1.77



977,713.95



3,578,505.27



362,628.88



2,439,927.47



240,435.47



176,688.57



565,774.82



3,463,192.45



150,108.62



103,343.07



156,320.90



2,575,368.37



CPS



1,485,731.56



2,822,365.06



614,074.51



840,501.84



3,842,432.75



3,904,162.72



6,261,247.83



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.342E-03



6.775E-05



1,312.30



18.07



19.34



44.82



ug/l



ug/l



0.237



0.057



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.746E-03



8.011E-03



1.034E-01



2.111E-02



8.853E-04



1.359E-05



1.048E+00



3.267E-04



1.018E-02



1.915E-02



9.200E-02



2.058E+00



2.150E-04



1.027E-03



4.245E+01



3.397E+00



1.827E-02



2.562E+00



5.326E-05



1.080E-03



2.921E-04



8.280E-03



1.023E-04



2.642E-04



Ratio



4.261E-05



3.489E-02



2.237E+00



4.036E-01



4.955E-04



15,489.67



3,161.46



132.67



13.17



1,524.54



2,869.18



13,782.56



308,210.44



261.40



1,200.06



6,357,570.16



508,797.48



2,735.82



383,698.86



157,045.24



48.89



1,843.53



52,246.28



353.36



913.41



740.06



3,547.02



CPS



62.67



51,306.28



6,254,820.53



1,552,671.69



1,906.87



206.68



4,184.05



11.73



1.64



-5.68



12.79



8.23



-89.97



0.96



28.83



3.95



8.95



2.30



0.64



31.93



10.79



1.71



1.55



4.74



1.43



70.24



18.61



46.60



0.88



11.45



28.89



RSD(%)



-26.81



2.65



1.36



0.67



9.06



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.027



0.527



-0.851



1.646



0.310



-0.010



13063.003



0.490



0.430



0.545



6.586



90.015



0.062



0.062



10275.255



1718.289



21.628



1639.627



0.011



0.267



0.081



13.558



0.009



0.062



Conc



-0.003



18.694



13593.037



67.261



0.372



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1
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1



Tune



1



1



1



1



1



1
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ISTDMass
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Cu
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:06



Sample Name jc97328-4f



Sample Type Sample



File Name 070SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3
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3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.8



103.2



103.3



95.7



98.1



Det



Pulse



Pulse



Pulse



Pulse



98.3



90.5



89.4



93.1



93.0



89.8



93.9



99.9



95.1



91.1



91.4



97.2



0.22



0.53



0.72



0.66



ISTD Recovery%



96.8



94.3



100.9



99.9



91.3



0.84



0.51



0.43



0.78



0.98



1.11



0.82



1.58



2.22



0.91



0.56



0.87



263,083.97



2,704,543.64



4,800,030.64



RSD(%)



0.96



1.20



1.21



1.17



0.96



1.49



971,399.61



3,547,319.72



359,635.14



2,409,220.94



237,966.34



173,410.81



563,788.96



3,450,377.03



149,798.12



103,667.20



156,662.05



2,548,421.36



CPS



1,470,906.50



2,796,122.04



608,002.56



837,693.95



3,847,439.74



3,871,198.32



6,309,490.74



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.272E-03



7.653E-05



1,235.62



20.13



12.11



42.94



ug/l



ug/l



0.208



0.077



2



3
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3
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3
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3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.271E-03



6.107E-05



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.273E-03



1.104E-02



8.899E-02



3.239E-02



2.343E-03



2.894E-05



2.036E+00



2.001E-04



5.201E-02



1.427E-02



8.319E-01



4.984E+00



3.494E-04



1.711E-03



5.677E+01



1.051E+01



8.545E-03



4.195E+00



4.607E-05



9.594E-04



2.612E-04



1.408E-02



1.085E-04



4.109E-04



Ratio



3.163E-05



1.023E+00



4.176E+00



1.784E+00



3.067E-03



13,332.24



4,851.90



351.01



27.89



1,225.62



16.20



7,791.93



2,137.95



124,631.86



746,646.10



490.22



1,654.55



8,504,961.33



1,574,451.50



1,280.07



628,407.55



304,954.39



30.00



1,633.50



88,036.96



370.02



1,400.13



1,190.12



5,824.09



11.30



56.20



CPS



46.67



1,508,670.46



11,699,271.08



6,799,769.27



11,684.74



176.68



3,690.60



9.07



7.98



-6.18



4.15



9.19



426.89



0.23



21.91



1.96



4.50



0.14



0.73



3.48



8.29



0.11



0.84



13.92



1.05



69.18



15.31



1.57



1.43



44.06



7.71



RSD(%)



-57.85



1.45



1.52



1.96



4.26



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.208



0.042



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.062



0.787



-1.297



4.187



0.894



0.003



25382.853



0.283



2.467



0.361



60.035



223.977



0.129



0.137



13749.661



5320.833



6.991



2721.368



0.009



0.202



0.060



23.070



0.010



0.126



Conc



-0.008



693.424



25437.443



297.444



2.560



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1
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Tune



1



1



1



1



1



1
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V
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K
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Tl
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:11



Sample Name jc97328-5f



Sample Type Sample



File Name 071SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



97.0



RSD(%)



0.38



CPS



1,474,244.05



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.5



103.5



104.2



94.3



98.0



Pulse



Pulse



Pulse



97.6



90.0



88.8



92.9



92.7



89.3



93.3



99.0



94.3



90.0



91.5



96.7



0.99



0.78



1.38



0.84



94.5



99.5



98.6



90.4



0.06



0.20



1.15



1.01



0.97



1.42



1.03



1.22



2.01



0.35



0.50



0.10



265,518.23



2,663,949.41



4,795,276.34



1.26



2.13



2.16



1.85



1.21



964,085.52



3,540,676.45



358,513.74



2,394,585.11



237,394.67



173,941.77



559,077.33



3,405,538.07



149,811.16



103,064.79



155,586.80



2,534,920.80



2,801,992.46



599,563.24



827,157.33



3,812,278.17



3,846,487.66



6,252,408.45



Tb



Ho



Bi



Sc



Ge



Ge



Rh
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Ge
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Rh



In



Tb



Ge
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Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:34 AM on:11/4/2019



Raw Data MA47741    page 193 of 289



Inst QC: MA47741



298 of 556



JC97564



7
7.1











Quantitation Report



3



3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



2.941E-03



1.270E-02



9.622E-02



2.505E-02



1.394E-03



1.134E-05



1.270E+00



5.134E-04



1.928E-02



2.214E-02



4.061E-01



5.457E+00



3.434E-04



1.619E-03



5.826E+01



4.759E+00



1.085E-02



3.182E+00



3.646E-05



1.118E-03



2.629E-04



1.069E-02



8.482E-05



4.266E-04



Ratio



2.078E-05



1.078E-01



2.680E+00



5.203E-01



5.104E-04



14,363.15



3,739.37



208.00



10.93



2,878.07



3,304.81



60,620.77



814,571.25



438.92



1,895.69



8,696,716.60



710,402.63



1,618.99



475,052.31



189,539.06



76.67



1,646.83



66,955.66



290.02



1,453.48



1,166.77



5,510.67



CPS



30.67



159,359.10



7,495,126.76



2,003,590.91



1,966.88



140.01



4,300.77



13.55



6.39



-5.49



0.41



12.74



-72.55



0.92



11.65



3.46



7.32



1.98



1.75



17.51



8.58



1.78



0.86



12.51



0.58



42.35



12.23



3.78



1.84



64.77



16.59



RSD(%)



-15.29



1.61



1.72



0.79



12.61



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.055



0.930



-1.073



2.534



0.514



-0.012



15824.940



0.795



0.873



0.658



29.276



245.628



0.126



0.127



14111.017



2408.189



10.457



2050.753



0.006



0.287



0.061



17.506



0.007



0.132



Conc



-0.013



68.481



16301.831



86.719



0.385



2



2



2



2



2



2



2



2



2



2



2
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2



2
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Fe



Pb



Pb
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K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:16



Sample Name jc97328-6f



Sample Type Sample



File Name 072SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.4



104.2



104.2



94.8



98.2



Det



Pulse



Pulse



Pulse



Pulse



97.0



90.5



88.9



92.2



92.2



88.8



93.3



99.2



95.0



89.9



91.1



95.8



1.31



0.11



0.89



0.07



ISTD Recovery%



97.3



94.3



100.5



99.0



91.3



0.36



0.64



0.41



0.16



0.79



1.20



1.15



0.54



2.17



0.52



0.80



0.84



265,524.88



2,677,809.27



4,803,807.59



RSD(%)



1.07



1.78



1.73



1.24



1.01



1.88



965,072.19



3,512,234.16



356,656.19



2,381,237.75



239,440.17



175,150.68



563,087.49



3,402,863.49



149,279.93



102,189.18



154,657.41



2,546,805.24



CPS



1,478,113.26



2,796,981.83



605,437.52



830,554.49



3,851,005.36



3,849,667.95



6,265,305.53



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.446E-03



9.416E-05



1,395.64



25.00



8.16



7.40



ug/l



ug/l



0.280



0.117



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



2.943E-03



1.006E-02



9.097E-02



2.381E-02



1.294E-03



5.585E-06



1.280E+00



9.025E-05



1.989E-02



1.699E-02



4.124E-01



5.812E+00



4.003E-04



1.705E-03



5.827E+01



4.821E+00



1.062E-02



3.208E+00



4.897E-05



1.265E-03



2.772E-04



1.067E-02



7.898E-05



4.381E-04



Ratio



2.645E-05



1.043E-01



2.715E+00



5.208E-01



4.875E-04



13,426.74



3,514.87



191.00



5.37



2,934.75



2,508.00



60,867.14



857,861.70



434.36



1,484.54



8,600,966.88



711,606.78



1,567.87



473,474.62



188,911.31



13.33



1,720.18



66,198.84



266.68



1,476.81



1,350.14



5,744.03



CPS



38.67



152,554.69



7,535,854.47



1,979,506.43



1,853.52



186.68



4,832.31



6.52



6.14



-2.49



6.86



16.16



-37.14



0.91



71.08



6.33



6.52



2.13



0.80



9.94



1.87



0.29



0.69



12.09



1.51



74.02



23.32



23.13



2.54



35.01



9.00



RSD(%)



-7.77



2.31



1.78



0.86



3.89



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.055



0.703



-1.235



2.255



0.474



-0.018



15952.191



0.103



0.903



0.464



29.730



261.894



0.155



0.136



14113.954



2439.781



10.118



2067.758



0.010



0.365



0.071



17.474



0.006



0.137



Conc



-0.011



66.096



16511.683



86.800



0.365



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:21



Sample Name jc97328-7f



Sample Type Sample



File Name 073SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.6



102.7



102.6



94.9



98.4



Det



Pulse



Pulse



Pulse



Pulse



97.0



90.1



88.8



92.3



92.3



88.6



92.7



98.3



93.6



89.0



90.1



95.6



0.55



1.47



0.71



0.84



ISTD Recovery%



96.2



93.6



99.7



98.3



90.2



0.78



0.30



0.54



0.50



0.56



0.22



0.96



1.50



2.04



0.31



0.30



0.96



261,453.74



2,681,629.34



4,815,896.75



RSD(%)



1.21



1.07



1.85



1.84



1.07



1.51



964,251.38



3,518,229.72



357,064.25



2,376,522.89



235,090.86



172,685.62



554,836.11



3,368,876.51



147,596.16



101,908.76



154,632.30



2,537,465.11



CPS



1,462,221.91



2,776,046.00



600,307.22



824,602.30



3,801,429.11



3,825,264.19



6,204,908.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.508E-03



8.453E-05



1,454.53



22.07



11.31



32.30



ug/l



ug/l



0.306



0.095



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.353E+00



1.169E+00



3.263E+00



4.615E-01



2.506E-01



1.127E-01



8.400E-01



6.281E-02



2.087E+00



2.699E+00



1.417E+00



2.278E+02



2.071E-01



9.425E-01



4.298E+01



1.964E+01



6.689E+00



1.505E+01



3.119E-01



1.926E-01



1.460E-01



5.988E-02



6.752E-01



2.341E-01



Ratio



2.171E-01



3.187E-01



1.659E+00



6.444E-01



1.233E-01



494,449.60



69,925.05



37,976.28



110,078.95



316,173.05



408,948.88



214,728.94



34,513,886.41



659,642.10



177,097.39



6,512,326.96



2,975,483.77



1,013,506.49



2,280,824.43



127,277.60



9,518.40



879,124.41



360,636.62



2,249,250.07



779,962.83



689,889.31



3,139,392.43



CPS



312,172.92



458,148.18



4,579,681.49



2,405,904.13



460,212.96



1,171,007.38



722,955.56



1.05



0.80



1.05



1.38



1.04



0.87



0.43



2.96



0.45



0.55



0.20



0.46



0.31



0.31



1.24



0.34



0.42



0.22



0.96



0.41



1.33



1.04



0.56



0.68



RSD(%)



0.66



1.27



0.54



0.17



0.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.479



50.090



48.448



50.429



50.144



51.134



5230.743



51.300



50.756



50.903



51.152



5211.196



51.621



51.688



5202.261



4971.573



5032.549



4956.536



50.635



51.292



49.580



49.092



51.987



50.977



Conc



51.199



106.195



5030.391



53.706



52.432



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 19:26



Sample Name CCVA



Sample Type CCV



File Name 074_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.1



93.5



93.7



92.1



95.1



Det



Pulse



Pulse



Pulse



Pulse



92.1



90.6



90.0



92.4



91.9



88.5



91.0



95.4



91.2



88.0



92.5



91.3



0.86



0.68



0.71



0.12



ISTD Recovery%



94.6



93.1



91.4



91.9



88.6



0.95



0.67



0.82



0.99



0.79



0.22



0.67



1.21



1.35



0.50



0.24



0.94



238,704.39



2,600,387.33



4,652,626.90



RSD(%)



0.93



0.78



0.42



0.45



1.62



1.06



977,122.55



3,519,880.00



355,453.10



2,374,306.50



229,247.08



157,143.42



540,719.32



3,330,983.80



151,529.57



97,361.26



146,777.52



2,551,468.78



CPS



1,437,852.88



2,761,246.11



550,544.08



770,681.91



3,733,707.13



3,754,259.78



6,022,799.08



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.443E-01



1.785E-01



238,757.44



42,604.04



0.27



0.30



ug/l



ug/l



50.241



199.992



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.037E-03



1.928E-03



1.456E-05



2.132E-03



4.723E-03



9.488E-04



9.376E-02



1.858E-04



7.791E-04



7.565E-02



3.913E-03



2.891E-03



8.483E-02



8.340E-05



8.469E-04



4.580E-04



3.633E-05



2.096E-04



1.890E-04



Ratio



8.957E-05



1.971E-02



1.051E-02



5.355E-04



2.906E-04



324.45



718.91



144.45



14,271.30



157.74



11,512.93



595.57



440.01



12,911.78



293.34



2.22



2,770.37



220.01



706.72



636.71



626.71



2,626.88



CPS



129.33



28,457.56



28,839.34



2,046.89



1,113.42



313.35



3,177.14



70.03



145.87



-100.28



14.87



-6265.21



90.68



36.26



25.85



15.74



-420.08



-116.09



-21.66



-124.90



29.87



34.71



14.73



27.86



6.90



37.33



RSD(%)



9.83



4.10



-30.20



15.26



26.34



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



1.404



-0.010



0.019



0.000



0.004



0.059



0.024



0.017



-0.084



-0.081



-0.760



-0.488



0.010



0.071



0.097



0.019



0.013



0.014



Conc



0.010



4.168



-2.824



0.029



0.099



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 19:31



Sample Name CCB



Sample Type CCB



File Name 075_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse2.372E-03



3.257E-024,957.48



361.1228.54



-0.34ug/l



ug/l0.021



-1.5212



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration
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Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:01



Sample Name mp18106-s2



Sample Type Sample



File Name 081SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:06



Sample Name jc97513-19



Sample Type Sample



File Name 082SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/1/2019 20:11



Sample Name mp18106-sd1



Sample Type Sample



File Name 083SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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4.239E+00



8.484E-05



1.693E-03



3.319E-04



1.366E-02



5.521E-04



4.191E-03



Ratio



6.134E-05



3.717E-02



6.941E-01



3.605E+00



1.636E-03



32,404.32



894,411.11



3,108.97



23,102.04



7,292.82



20,770.94



60,805.87



5,906,035.04



20,886.36



14,955.83



4,328,826.22



239,262.75



34,118.34



620,685.63



71,839.64



702.35



2,053.55



84,497.26



1,883.53



14,304.14



12,105.45



56,815.04



CPS



86.67



52,532.36



1,893,748.93



13,600,887.30



6,171.51



316.68



6,324.88



1.81



1.40



1.42



0.79



1.67



1.35



0.93



16.35



2.01



3.29



2.06



0.74



1.50



1.78



0.79



0.78



3.91



1.33



31.53



5.82



17.42



2.49



13.98



0.04



RSD(%)



129.08



1.65



1.02



1.16



3.10



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



3.295



8.608



2.796



1373.097



8.456



22.048



6101.711



7.801



2.359



5.182



29.938



1842.223



1.723



1.776



7151.200



825.466



345.019



2750.689



0.021



0.594



0.108



22.379



0.079



1.772



Conc



0.006



20.253



4169.715



601.007



1.343
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:16



Sample Name jc97513-22



Sample Type Sample



File Name 084SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3
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3



3



3



3



3



3



3



3



3
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3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



96.6



102.2



101.6



93.6



96.5



Det



Pulse



Pulse



Pulse



Pulse



95.4



89.2



87.5



91.1



90.8



88.4



90.6



98.0



92.8



90.2



89.4



94.4



1.02



0.13



0.86



0.44



ISTD Recovery%



93.0



92.0



96.6



94.8



89.5



0.36



0.54



0.34



0.30



0.26



0.32



0.55



1.03



1.74



0.83



1.69



1.01



258,968.21



2,642,925.45



4,724,121.89



RSD(%)



0.29



0.57



1.15



1.18



0.75



0.87



950,457.96



3,473,664.65



351,278.45



2,370,465.81



232,781.60



171,745.57



550,034.99



3,413,388.18



146,429.14



100,645.56



152,051.10



2,511,731.22



CPS



1,413,331.65



2,728,537.36



582,149.20



794,969.44



3,773,386.92



3,735,807.37



6,186,802.20



Tb
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Rh
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Ge



Rh
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Ge
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Tb
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Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.059E-03



9.886E-05



1,956.81



25.60



6.74



13.34



ug/l



ug/l



0.533



0.127
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Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



1.331E-01



6.951E-02



2.132E-01



5.983E+00



1.967E-02



2.386E-02



4.809E-01



2.761E-03



4.804E-02



6.649E-02



4.018E-01



3.284E+01



3.436E-03



1.554E-02



2.819E+01



1.521E+00



1.742E-01



4.093E+00



7.206E-05



1.420E-03



1.028E-03



1.304E-02



7.392E-04



3.998E-03



Ratio



6.962E-05



3.666E-02



6.818E-01



3.600E+00



2.334E-03



31,150.81



874,163.39



2,873.93



22,630.10



7,020.47



9,715.19



58,712.87



4,798,355.78



19,444.24



10,156.60



4,118,262.48



222,240.50



25,454.91



598,086.09



70,258.33



403.34



6,411.58



81,307.55



2,500.34



13,533.43



11,628.43



52,578.21



CPS



98.67



51,913.01



1,851,916.69



13,490,633.13



8,746.08



270.02



5,334.50



2.43



2.20



4.51



1.29



0.75



1.07



1.52



7.08



1.76



2.74



0.58



0.71



3.48



3.40



1.15



1.39



2.81



0.63



29.91



13.80



4.63



1.75



8.58



0.70



RSD(%)



41.83



2.25



0.51



1.31



1.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



3.073



5.807



2.546



1344.794



7.829



21.640



5979.811



4.467



2.273



2.334



28.966



1499.099



1.669



1.654



6816.963



768.231



256.450



2654.106



0.017



0.448



0.582



21.362



0.107



1.688



Conc



0.010



19.905



4095.052



600.223



1.937
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:21



Sample Name jc97513-23



Sample Type Sample



File Name 085SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3
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3



0.30



0.30



0.30



0.30
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3



3



3



3
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0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.7



102.0



101.1



93.5



96.6



Det



Pulse



Pulse



Pulse



Pulse



95.0



89.2



87.3



91.5



91.3



88.9



91.1



98.8



92.5



89.4



89.2



94.0



0.97



0.52



0.55



0.37



ISTD Recovery%



93.2



91.6



97.3



96.7



88.9



0.49



0.35



0.42



0.22



0.86



0.17



1.12



1.76



1.90



0.78



0.81



1.30



257,581.78



2,640,297.67



4,728,857.03



RSD(%)



1.47



1.29



2.73



3.20



1.41



1.73



948,518.59



3,487,620.28



353,163.11



2,384,882.89



230,612.98



171,354.97



548,180.11



3,385,145.89



146,121.17



100,230.49



151,488.05



2,511,645.32



CPS



1,416,357.26



2,716,059.86



586,194.33



810,631.94



3,747,584.42



3,755,447.34



6,236,200.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh
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Tb



Ge



Rh
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Tb
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Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.028E-03



1.089E-04



1,923.48



28.07



7.29



27.24



ug/l



ug/l



0.520



0.150
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3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.309E+00



1.157E+00



3.227E+00



4.560E-01



2.495E-01



1.118E-01



8.381E-01



6.134E-02



2.069E+00



2.672E+00



1.406E+00



2.298E+02



2.065E-01



9.406E-01



4.329E+01



1.957E+01



6.652E+00



1.487E+01



3.089E-01



1.896E-01



1.444E-01



5.862E-02



6.782E-01



2.332E-01



Ratio



2.185E-01



3.136E-01



1.645E+00



6.412E-01



1.237E-01



491,143.35



69,399.26



37,973.57



108,794.07



314,953.02



406,621.60



214,039.76



34,978,780.83



655,763.46



176,073.45



6,588,996.68



2,977,502.66



1,012,370.69



2,262,949.98



127,557.18



9,331.61



889,150.82



360,855.14



2,275,957.05



782,678.22



693,148.68



3,156,603.80



CPS



315,484.95



452,831.09



4,631,135.35



2,430,467.78



468,978.34



1,178,363.24



723,184.37



1.54



0.93



2.12



1.91



2.40



1.00



1.22



5.19



1.86



0.92



1.48



1.11



0.52



0.35



1.85



2.33



2.08



2.00



1.71



0.88



0.57



1.04



1.02



1.36



RSD(%)



0.99



1.61



0.29



0.38



0.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.961



49.578



47.893



49.814



49.925



50.768



5218.951



50.094



50.338



50.389



50.765



5258.145



51.479



51.584



5240.670



4953.705



5005.115



4896.123



50.141



50.490



49.056



48.056



52.213



50.779



Conc



51.519



104.463



4989.606



53.441



52.627
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2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 20:26



Sample Name CCVA



Sample Type CCV



File Name 086_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Pulse



Pulse



Pulse



Pulse
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Pulse



93.5



91.4



92.6



90.7



94.0



Det



Pulse



Pulse



Pulse



Pulse



91.4



90.1



89.6



91.7



91.6



88.1



92.5



97.5



92.7



88.7



92.9



90.8



1.14



1.30



0.94



1.08



ISTD Recovery%



95.0



94.9



93.4



93.4



89.9



0.29



0.62



0.33



0.21



0.53



0.70



0.79



1.78



1.93



1.48



0.49



1.17



235,858.61



2,561,642.40



4,600,540.23



RSD(%)



0.42



1.02



1.61



1.56



1.53



1.69



972,661.31



3,493,346.87



354,340.86



2,363,665.60



225,419.58



153,607.46



549,475.80



3,356,152.55



152,214.86



96,812.31



145,744.49



2,535,704.76



CPS



1,444,024.31



2,815,045.69



562,834.04



783,067.70



3,790,571.51



3,815,066.89



6,156,091.99



Tb



Mass
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Ge
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2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



3



3



0.30



5.00



Pulse



Pulse



2.443E-01



1.791E-01



237,596.09



42,238.02



0.94



0.99



ug/l



ug/l



50.226



200.682
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0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.6



100.5



99.7



91.6



94.7



Pulse



Pulse



Pulse



93.3



86.7



84.8



89.2



89.0



86.6



89.7



98.3



91.8



88.5



87.1



91.9



0.88



0.84



0.65



1.41



90.5



95.6



94.4



88.5



0.88



0.82



1.02



0.69



0.82



0.61



0.19



2.17



1.76



1.38



0.74



0.80



254,008.93



2,586,217.26



4,634,934.54



1.40



2.71



1.11



1.13



1.98



920,827.08



3,398,816.88



344,216.56



2,321,901.78



230,254.77



168,978.33



544,021.26



3,349,414.12



142,674.24



97,965.85



148,661.04



2,441,735.32



2,682,730.06



576,185.84



791,983.74



3,729,642.03



3,700,195.06



6,208,234.91



Tb



Ho



Bi



Sc



Ge



Ge



Rh
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Ge



Ge



Rh



In



Tb



Ge



Rh
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Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1
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3
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3



3



3



3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.197E+00



1.124E+00



3.145E+00



4.494E-01



2.442E-01



1.110E-01



8.295E-01



6.095E-02



2.033E+00



2.625E+00



1.383E+00



2.226E+02



2.057E-01



9.378E-01



4.235E+01



1.945E+01



6.619E+00



1.480E+01



3.107E-01



1.910E-01



1.399E-01



5.761E-02



6.733E-01



2.335E-01



Ratio



2.217E-01



3.124E-01



1.643E+00



6.397E-01



1.230E-01



486,620.87



69,532.21



37,788.83



107,558.07



314,485.66



406,089.33



213,999.69



34,443,559.74



649,335.24



173,890.65



6,552,452.66



3,008,885.29



1,024,064.02



2,289,766.37



128,336.33



9,429.45



871,239.54



358,653.65



2,244,702.62



778,312.02



685,768.79



3,126,529.38



CPS



313,471.28



441,757.34



4,574,775.14



2,408,309.39



463,102.43



1,164,433.24



715,755.25



0.93



0.68



1.36



0.13



0.46



1.61



0.32



0.92



0.37



0.26



0.85



0.56



0.81



0.69



0.33



0.68



0.67



0.47



0.32



0.61



1.93



1.64



0.67



0.56



RSD(%)



1.04



1.88



0.59



0.10



1.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



48.664



48.164



46.624



49.070



48.865



50.361



5165.283



49.775



49.442



49.502



49.927



5093.279



51.267



51.431



5126.150



4923.731



4980.004



4872.861



50.437



50.875



47.531



47.232



51.840



50.827



Conc



52.269



104.044



4981.758



53.316



52.316



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 21:17



Sample Name CCVA



Sample Type CCV



File Name 096_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.2



91.5



92.0



89.4



93.6



Det



Pulse



Pulse



Pulse



Pulse



92.0



88.8



89.3



91.1



91.0



87.6



90.9



98.6



92.1



88.1



94.5



91.4



1.28



0.13



0.43



0.74



ISTD Recovery%



93.1



93.9



91.8



92.1



89.3



1.48



0.63



0.62



0.94



0.29



1.56



0.33



1.63



1.44



0.12



0.55



1.32



234,403.36



2,525,586.71



4,580,026.49



RSD(%)



0.79



1.69



1.72



2.34



1.97



1.84



969,475.25



3,472,063.47



351,887.56



2,350,833.38



229,317.82



153,763.07



545,729.97



3,333,712.14



154,720.17



97,468.63



146,616.43



2,501,207.12



CPS



1,414,292.69



2,785,273.29



552,988.53



771,933.63



3,764,728.90



3,747,613.00



6,225,382.41



Tb
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Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.457E-01



1.802E-01



238,172.72



42,249.64



0.72



0.81



ug/l



ug/l



50.515



201.969



2



3



Sn



Se
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3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.546E-04



1.926E-03



1.472E-05



1.453E-03



4.947E-03



1.136E-03



9.936E-02



1.491E-04



7.314E-04



7.229E-02



4.095E-03



2.788E-03



8.128E-02



8.859E-05



8.362E-04



4.021E-04



3.257E-05



2.097E-04



1.971E-04



Ratio



7.597E-05



1.138E-02



1.023E-02



6.054E-04



2.773E-04



218.89



745.58



171.12



14,975.01



128.85



10,893.62



616.69



420.01



12,247.95



290.01



2.22



2,473.64



200.01



696.72



656.71



496.70



2,436.89



CPS



106.67



15,976.75



27,840.87



2,283.61



1,046.74



330.02



3,123.80



67.60



117.38



-102.80



178.50



129.43



81.12



30.47



23.46



33.21



-53.91



-442.45



-34.32



-37.13



33.11



9.20



19.65



32.32



22.84



42.68



RSD(%)



14.40



10.81



-28.90



7.86



12.19



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



1.390



-0.010



0.003



0.004



0.011



0.187



0.015



0.015



-0.491



-0.035



-0.838



-1.665



0.011



0.068



0.078



0.016



0.013



0.016



Conc



0.006



1.325



-3.678



0.035



0.093



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 21:22



Sample Name CCB



Sample Type CCB



File Name 097_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.6



91.2



91.7



91.1



93.0



Det



Pulse



Pulse



Pulse



Pulse



90.3



89.9



89.1



89.0



88.5



87.9



90.5



97.3



88.9



87.9



92.0



89.7



0.28



0.75



0.44



0.36



ISTD Recovery%



92.4



91.8



89.5



89.2



89.5



0.29



0.63



0.92



0.50



0.29



0.22



1.14



1.48



1.83



0.75



1.20



0.46



233,590.54



2,572,751.15



4,551,110.79



RSD(%)



1.20



0.68



0.92



1.20



0.96



1.45



967,648.36



3,391,927.85



342,358.35



2,359,190.60



225,618.13



153,357.73



527,147.64



3,329,319.22



150,707.07



95,668.91



143,960.47



2,531,869.55



CPS



1,404,379.24



2,721,132.15



539,152.36



747,583.43



3,772,568.69



3,734,632.25



6,146,968.87



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.273E-03



9.019E-05



6.965E-03



2.567E-04



3.427E-05



Ratio



1,050.05



38.67



33.20



1,231.18



21.07



CPS



25.54



18.75



-7.85



18.12



96.45



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.104



0.054



-0.770



0.029



0.004



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.900E-02



Det



Pulse



Pulse



Pulse



Pulse



1.568E-02



2.543E-03



1.294E-01



1.336E-03



5.371E-03



1.658E-01



7.245E-03



4.233E-03



9.233E-02



5.025E-03



2.074E-04



4.649E-03



5.341E-04



1.061E-04



1.695E-04



1.457E-04



6.458E-04



1.649E-01



Ratio



3.604E-05



1.314E-02



1.570E-02



5.818E-03



3.086E-04



9.944E-05



1.532E-03



5.002E-04



776.70



23,983.27



2,746.94



30.00



672.25



2,266.85



367.79



18,716.33



193.29



2,170.17



23,840.24



1,047.83



612.26



13,353.24



726.69



5,637.95



3,103.76



3,313.85



356.69



570.04



490.03



CPS



50.67



18,479.33



41,994.01



21,795.55



1,156.77



366.69



9.39



44.71



31.04



10.59



22.41



43.32



5.53



22.16



18.78



11.51



1.78



26.43



36.19



25.09



1.31



7.50



182.30



8.90



30.74



1.06



4.78



1.41



16.53



ug/l



RSD(%)



-70.11



4.93



11.64



0.58



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.300



1.081



1.170



0.295



0.161



0.414



0.124



1.751



0.018



0.020



21.465



1.526



0.499



3.993



41.461



0.508



0.223



0.854



0.010



0.020



0.028



Conc



-0.006



3.853



26.027



0.938



0.213



0.026



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co
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Cu
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K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 2.000



Operator Name admin



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/1/2019 21:27



Sample Name jc97617-2



Sample Type Sample



File Name 098SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3
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0.30
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Pulse
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86.8



95.5



100.5



100.2
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94.6



92.3



93.0



88.4



86.2



89.5



89.2



88.9



89.2



98.3



91.0



88.8



88.3



1.02



0.80



0.73



0.37



0.82



ISTD Recovery%



92.5



90.2



94.9



93.4



0.74



0.56



0.46



0.89



0.63



0.54



1.48



0.33



1.45



1.54



0.18



0.99



RSD(%)



0.63



0.68



1.04



0.77



1.46



2,329,144.91



230,225.16



168,834.81



255,173.25



2,612,712.53



4,627,704.54



98,393.26



148,308.02



2,489,638.79



936,056.14



3,409,434.87



345,054.48



3,746,362.76



3,679,386.46



6,204,147.20



539,568.90



3,362,044.95



144,617.57



CPS



1,406,246.75



2,675,530.79



571,597.06



783,091.34
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1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3
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0.30



0.30
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5.805E-06



1.992E-03



9.377E-0523.93



5.44



1,864.58



-28.19



8.76



15.52



ug/l



ug/l



ug/l0.116



-0.018



0.505
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3



3



3



3



3
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3



0.30
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1.00
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10
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Pulse



Time(sec)
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0.15



0.10
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0.10



0.10
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.038E-02



7.575E-04



3.459E-06



Det



Pulse



Pulse



Pulse



Pulse



1.756E-02



7.399E-03



2.006E-01



1.553E-03



5.980E-03



2.814E-01



4.172E-02



2.407E-02



9.193E-02



3.433E-02



1.752E-04



4.475E-03



6.118E-04



7.992E-05



1.571E-04



1.412E-04



6.290E-04



3.267E-01



Ratio



3.741E-05



1.210E-02



7.604E-02



6.669E-03



2.131E-04



9.103E-05



1.247E-03



4.593E-04



871.15



40,999.02



2,970.31



110.33



3.26



25.55



652.25



2,559.12



1,077.83



29,222.67



226.59



2,123.49



47,610.04



6,080.07



3,507.08



13,395.50



5,001.92



4,657.56



2,860.39



3,807.31



270.02



530.04



476.70



-28.37



CPS



53.33



17,233.49



204,861.55



25,150.69



803.39



340.02



3.21



45.29



7.80



2.20



11.24



14.70



36.16



2.11



90.25



16.63



2.20



14.04



54.60



15.52



26.97



0.84



3.30



3.08



11.26



14.28



10.57



12.87



3.30



66.57



ug/l



ug/l



ug/l



RSD(%)



-52.33
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ug/l
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ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.353



4.654



1.482



0.259



-0.020



0.242



0.152



0.485



0.474



5.008



0.023



0.018



60.725



18.988



30.367



3.724



407.129



0.356



0.195



0.981



0.006



0.015



0.025



2
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-0.006



3.142
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0.132



0.023



2



2



2



2
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2



2



2



2



2
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2
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K



Ca



Ti



V



Cr



Mn



Pb
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Ag



Sn
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FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 2.000



Operator Name admin



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/1/2019 21:32



Sample Name jc97283-5



Sample Type Sample



File Name 099SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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0.30



0.30
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0.10



0.10
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Pulse
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Time(sec)



0.10
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Pulse
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87.5



95.9



101.2



100.7



92.8



94.7



91.3



92.5



88.6



86.6



89.5



88.9



89.5



90.5



98.6



91.8



89.3



89.0



1.27



1.19



0.75



1.28



0.92



ISTD Recovery%



93.7



90.9



95.0



94.3



0.44



0.62



0.43



0.39



0.88



0.91



1.45



1.07



1.63



2.43



0.59



0.79



RSD(%)



0.91



0.24



0.84



0.99



1.37



2,347,754.35



231,005.94



170,100.43



256,466.42



2,622,228.85



4,633,850.09



97,343.15



147,467.51



2,493,168.86



940,336.75



3,409,086.18



343,861.88



3,771,550.67



3,734,630.97



6,224,243.87



544,071.33



3,378,865.06



145,710.06



CPS



1,424,361.52



2,693,998.08



571,988.50



790,751.08
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Ge
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3
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2



2



2



2
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1



1
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Tune
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1
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1



1
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Units RSD(%) CPS Ratio



5.00Pulse7.022E-0518.0027.12ug/l0.0633Se
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3



3



3



3



3



3



3



0.30
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0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.734E-03



2.617E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.115E-01



2.346E-01



1.486E-01



6.836E-02



1.874E-03



9.629E-05



1.787E+00



1.982E-02



8.406E-02



2.163E-01



1.229E+00



4.334E+01



9.514E-04



4.997E-03



1.401E+02



2.477E+01



6.085E-01



4.118E+00



6.772E-05



1.295E-03



3.209E-04



4.917E-02



5.226E-04



1.493E-03



Ratio



1.471E-04



4.813E-02



3.687E+00



1.257E+00



2.528E-03



20,960.16



9,642.94



264.33



87.11



1,568.99



65.40



11,856.62



30,508.38



173,376.08



6,113,147.26



15,723.43



33,086.64



19,764,394.77



3,494,262.57



85,828.10



580,752.27



252,074.99



2,785.08



1,996.88



306,220.68



1,696.84



4,852.76



3,090.56



16,232.57



4.25



20.28



CPS



200.00



65,443.58



9,787,294.02



4,493,394.72



9,036.27



246.68



4,717.57



2.36



0.74



3.16



4.07



2.19



26.34



0.86



80.02



0.86



2.36



0.68



0.38



9.19



5.08



1.24



0.41



4.07



0.77



5.44



9.20



19.94



3.02



4.87



13.20



RSD(%)



21.12



1.82



0.68



0.49



3.80



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.399



0.492



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.572



19.977



0.548



12.291



0.706



0.065



22282.100



32.343



4.027



7.996



88.734



1979.825



0.429



0.497



33965.634



12545.260



910.301



2670.197



0.016



0.382



0.101



80.620



0.074



0.597



Conc



0.046



27.736



22448.985



209.581



2.102



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2
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1



1



1



1



Tune



1



1



1



1



1



1
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Cu



Zn
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V
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Mg
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K
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Sn
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Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 21:37



Sample Name jc97564-1



Sample Type Sample



File Name 100SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



89.5



RSD(%)



0.69



CPS



1,359,795.29
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Tune
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3
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3
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3



3



3
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0.30
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0.30
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Pulse
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Pulse
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Pulse
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Pulse
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98.4



98.1



88.7



93.9
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Pulse



Pulse



89.5



83.6



83.3



88.2



89.3



83.6



88.3



98.6



93.3



85.8



86.1



88.7



0.40



0.77



0.48



0.42



89.5



92.8



91.6



84.8



0.26



0.20



0.57



0.88



0.89



0.39



1.59



1.23



1.13



0.73



1.20



1.23



249,872.30



2,504,751.50



4,596,137.45



0.28



1.05



1.30



0.79



1.47



904,921.24



3,361,796.60



345,289.11



2,242,198.87



227,508.82



165,313.39



552,746.12



3,248,020.26



141,049.43



94,582.83



142,728.48



2,352,365.25



2,654,845.28



558,945.06



768,504.86



3,574,263.28



3,642,173.51



6,229,062.82
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3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



2.426E-02



1.491E-02



9.291E-02



3.929E-02



1.278E-03



1.406E-05



1.378E+00



7.465E-03



6.884E-02



9.589E-01



1.498E-01



1.049E+01



7.209E-04



4.299E-03



1.551E+01



1.478E+01



4.025E-01



1.703E+00



8.923E-05



1.253E-03



3.243E-04



9.067E-03



2.262E-04



1.546E-03



Ratio



9.097E-05



3.276E-02



2.957E+00



6.155E-01



1.132E-03



13,447.86



5,688.85



185.00



12.99



9,966.48



138,812.27



21,685.51



1,518,585.95



3,511.88



2,157.95



2,245,485.05



2,140,185.95



58,245.92



246,488.94



199,486.75



1,081.33



2,016.90



56,387.19



753.39



5,166.53



2,407.15



14,346.95



CPS



126.67



45,608.31



7,937,488.21



2,268,103.82



4,174.09



330.02



4,624.21



2.01



4.66



-6.28



3.01



9.58



-87.21



0.47



17.25



0.70



1.16



0.67



0.52



18.72



5.00



1.29



0.99



5.21



1.78



29.18



10.59



20.08



0.37



21.39



24.44



RSD(%)



13.61



2.29



1.79



0.51



4.68



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.549



1.119



-1.175



5.743



0.468



-0.010



17175.433



12.155



3.286



36.057



10.761



476.012



0.314



0.421



3743.478



7485.801



600.118



1070.742



0.023



0.359



0.103



14.849



0.028



0.620



Conc



0.020



17.243



17995.216



102.600



0.914
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Bkg File
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 21:42



Sample Name jc97564-2



Sample Type Sample



File Name 101SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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92.8



88.1



88.4



92.9
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94.5
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0.79
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1.20
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1.36



2.69



1.62
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0.30
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255,014.93



2,575,048.58
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1.40
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2,317,554.08



232,335.04



168,095.32



549,988.04



3,336,384.01



144,770.30



99,100.78



148,157.91



2,440,055.74
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1,392,241.34



2,684,054.54



569,130.84
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3,685,057.97
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6,218,789.91
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0.10
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0.25
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Pulse



Pulse
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Pulse
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5.427E-02



1.418E-01



1.131E-01



2.004E-03



1.004E-04
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1.071E-02



1.462E-01
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6.836E-01
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4.870E-03
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6.100E-05



1.313E-03



2.743E-04



8.605E-03



1.373E-04



1.198E-03
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1.900E-04



1.841E-02



4.271E-01



1.257E-01



2.662E-03



20,339.44



16,217.08



287.33



93.68



20,963.69



42,634.99



98,043.81



5,748,766.44



12,175.80



7,786.37



5,103,336.88



474,604.23



90,666.49



178,063.72



30,095.01



1,533.07



1,716.82



53,888.55



460.03



4,007.65



3,267.28



16,293.23
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262.67



25,446.21



1,144,027.46



465,810.57
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3.57
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3.37
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31.73



1.44



49.83
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2.29



14.61
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6.66
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49.317



1830.526
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 21:47



Sample Name jc97617-1



Sample Type Sample



File Name 102SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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90.4



93.9
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91.4



86.7



86.0



88.7



88.4



86.2



90.1



99.2



92.6



88.4



87.6



90.5



1.17



1.59



0.41



1.42



ISTD Recovery%
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90.3



95.8



94.3



87.9
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1.11
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1.59



2.37



0.73
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2,553,041.15
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1.48
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933,564.28



3,381,483.27



341,857.23



2,313,201.09



229,411.38



167,695.91



548,734.72



3,346,443.08



143,438.31



96,541.81



145,700.77



2,440,463.66



CPS



1,381,911.65



2,678,607.77



577,242.66



790,752.98



3,704,379.42



3,716,239.61
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0.10
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Pulse
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Pulse
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1.912E-01



1.591E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.130E+00



1.356E+00



2.989E+00



4.922E-01



1.812E-01



8.336E-02



8.122E-01



4.837E-02



1.554E+00



4.393E+01



2.194E+00



9.317E+01



1.630E-01



7.420E-01



4.779E+01



1.279E+01



2.633E+00



8.432E+00



2.302E-01



1.487E-01



1.073E-01



6.842E-02



5.128E-01



1.834E-01



Ratio



1.667E-01



1.648E-01



1.607E+00



9.370E-01



9.550E-02



429,493.78



70,727.32



26,041.37



76,854.39



176,295.39



39,919.16



223,309.50



6,312,835.58



315,245.81



13,387,187.25



737,121.57



194,897.38



6,866,806.81



1,837,717.57



378,353.25



1,211,567.56



116,714.77



6,950.42



663,777.71



423,094.73



1,700,786.38



608,180.11



540,652.58



2,460,796.76



0.23



1.35



CPS



225,726.76



223,048.38



4,269,899.21



3,418,840.26



348,461.00



848,715.77



548,195.28



1.16



1.43



1.10



1.01



0.51



2.31



1.09



1.65



0.98



1.40



1.90



1.96



0.20



0.67



1.65



0.80
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1.21
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1.02
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1.66
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116.278



88.413



107.775



72.502



75.664



10115.528



78.997



75.586



1659.994



158.426



4260.800



81.252



81.375



11570.747



6475.082



3958.445



5527.791



74.720



79.120



72.889



112.192



78.963



79.842
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78.632
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 21:52



Sample Name mp18041-s1 4



Sample Type Sample



File Name 103SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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87.6
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1.42



1.70



0.40



0.66



89.6



92.9



92.6



86.6



0.21



0.83



0.62



0.85



0.93



0.71



0.09



2.19



1.59



1.22



0.73



0.96



250,986.70



2,541,816.64



4,600,683.70



1.01



1.29



1.07



1.61



1.23



922,112.64



3,384,885.42



343,158.27



2,287,912.62



227,537.56



165,753.29



545,244.56



3,316,569.01



143,707.25



95,937.21



143,881.20



2,412,835.11



2,657,101.31



559,888.90



776,596.27



3,648,817.65



3,687,607.15
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0.30
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0.30
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0.10
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0.30



0.30
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0.10



0.10



0.10



0.10



0.10
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Time(sec)
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0.10



0.10
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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1.967E-01



1.612E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.141E+00



1.370E+00



2.994E+00



4.978E-01



1.846E-01



8.503E-02



8.250E-01



4.954E-02



1.591E+00



4.480E+01



2.206E+00



9.380E+01



1.640E-01



7.465E-01



4.897E+01



1.287E+01



2.670E+00



8.544E+00



2.312E-01



1.507E-01



1.082E-01



6.796E-02



5.191E-01



1.848E-01



Ratio



1.661E-01



1.662E-01



1.607E+00



9.413E-01



9.699E-02



424,379.49



70,567.79



26,168.91



77,542.00



179,367.08



40,037.59



225,534.16



6,350,253.77



312,776.91



13,296,980.30



728,784.35



194,178.89



6,942,911.67



1,825,064.65



378,460.70



1,211,163.95



116,957.70



7,022.68



664,348.70



417,252.63



1,709,458.36



608,536.49



539,980.15



2,458,695.39



0.18



0.89



CPS



223,072.11



223,280.76



4,236,200.56



3,404,841.30



350,846.78



850,387.54



553,990.62



0.89



1.04



1.86



0.41



1.30



0.58



0.51



0.86



0.60



1.54



0.97



0.53



0.30



0.70



1.45



0.37
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Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 21:57



Sample Name mp18041-s2



Sample Type Sample



File Name 104SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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1.907E-02
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5.048E-01



1.166E+00



5.597E-01
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3.304E-04



6.131E-03



3.289E-04



2.603E-03



Ratio



3.537E-04



1.139E-02



2.088E-01
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0.79



4.92



2.61



0.28
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VIS Fit Point to Point



Tune Step
1
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Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/1/2019 22:02



Sample Name mp18041-sd1



Sample Type Sample



File Name 105SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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6.370E-01



1.233E-01
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 22:07



Sample Name CCVA



Sample Type CCV



File Name 106_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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1.905E-04



1.973E-04
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6.150E-04
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623.38



646.71



613.37



2,620.21



CPS



134.67



15,244.95



28,441.98



2,273.61



896.73



306.68



3,033.76



47.21



146.98



751.25



61.99



389.27



747.02



-33.58



9.99



10.73



-39.24



-427.67



-2.64



-43.14



7.84



2.63



16.66



40.46



16.01



49.58



RSD(%)



30.66



8.73



-46.68



12.60



17.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.929



0.003



0.006



0.003



0.001



-0.100



0.024



0.018



-0.308



-0.033



-1.129



-0.575



0.011



0.067



0.066



0.013



0.011



0.016



Conc



0.012



1.280



-2.312



0.035



0.078



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 22:12



Sample Name CCB



Sample Type CCB



File Name 107_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse2.250E-03



2.864E-024,159.47



326.6751.31



-0.80ug/l



ug/l0.016



-1.5822



2Ni



Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



91.1



88.8



88.2



88.6



90.4



Det



Pulse



Pulse



Pulse



Pulse



88.1



86.8



86.3



87.0



86.7



85.6



88.6



96.1



87.6



86.5



88.7



87.2



0.69



0.23



0.44



0.60



ISTD Recovery%



89.2



89.8



88.3



87.9



87.8



0.08



0.40



0.67



1.32



1.13



0.36



0.24



1.55



1.16



0.29



1.06



0.82



224,661.09



2,503,768.37



4,423,925.80



RSD(%)



0.42



1.85



2.13



0.36



2.44



2.33



937,173.18



3,316,142.16



335,355.56



2,297,322.76



219,616.96



149,220.08



519,080.52



3,273,913.39



145,233.91



92,988.30



140,386.03



2,445,013.10



CPS



1,355,252.19



2,664,095.74



531,876.83



736,784.21



3,701,984.01



3,655,470.89



6,067,825.53



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.234E-03



9.822E-05



6.956E-03



2.157E-04



3.781E-05



Ratio



1,010.05



31.33



35.45



1,156.73



22.07



CPS



24.70



18.78



-12.36



48.48



125.37



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.096



0.063



-0.771



0.021



0.006



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.920E+00



5.025E-01



6.035E-01



1.844E-01



5.656E-04



8.905E-05



4.879E-01



2.818E-04



5.702E-03



4.262E+01



1.138E+00



1.457E+00



3.910E-04



1.857E-03



2.997E+01



5.118E+00



5.497E-02



2.696E+00



1.231E-04



1.125E-03



3.468E-04



2.514E-02



1.063E-03



5.081E-04



Ratio



1.880E-03



4.612E-02



9.467E-01



4.505E-01



7.679E-04



85,710.69



26,184.46



80.33



81.99



810.03



6,053,146.70



161,615.33



206,948.18



272,730.34



71,354.75



4,256,606.64



726,908.93



7,806.34



382,950.89



69,285.19



40.00



2,123.56



153,985.58



3,467.23



1,656.85



1,276.79



6,060.77



CPS



2,544.23



62,425.62



2,503,020.90



1,636,536.48



2,790.37



453.36



4,140.72



0.30



1.83



1.12



1.13



8.20



25.85



0.85



18.93



14.03



0.38



0.50



0.40



11.70



8.15



1.10



0.57



2.47



0.16



32.02



11.85



10.64



1.84



1.22



13.11



RSD(%)



8.62



2.91



0.32



1.44



6.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



44.527



42.976



14.621



38.430



0.182



0.058



6067.163



0.416



0.212



1610.444



82.145



62.531



0.150



0.153



7250.533



2590.248



76.890



1728.917



0.034



0.291



0.118



41.212



0.157



0.168



Conc



0.864



26.360



5712.733



75.089



0.604



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 22:17



Sample Name jc97283-1



Sample Type Sample



File Name 108SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Current Signal



%



℃



TMP Revolution



Water Temp



100.0



17.8



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Reflected Power



2.54E+2



1.38E-4



3



V



V



V



-8.0



190



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-20



-58



13.6



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-155.0



-60



7.1



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.80



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



55.35



109.56



22.96



27.78



24.02



Integration Time [sec] 0.10



2.81



19.74



12.68



100.03



5.18



17.11



5.0



1.5



25.9



19.6



25.6



RSD [%]



3.35



2.73



2.62



2.34



4979.7



0.642 %



4.863 %



1.6



507.1



52.8



4



1



38



25



24



Avg. Count



2434.0



3773.2



6203.2



6630.8



4874



0.402 %



5.251 %



0



503



57



20



20



50



50



50



Count



2341



3709



6192



6475



10000



1



10



20



1000



100



95



107



121



137



208



Range



5000



5000



10000



10000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
7.2
-28
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



14.0



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-170.0
-75



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.80
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.685
0.761
0.727
0.753



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.750
0.756
0.729
0.759
0.735



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.00
206.00
206.95
207.95



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
8.95



23.95
24.95
25.95
58.95



8803
79440



126094
33838
30891
73296



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
11627
56582
7588



53570



458584



681964



193021



177446



419901



457252



683262



193867



178386



418633



Replicate 5



Count



71519



342575



45649



Replicate 4



Count



71037



343890



45384



5410253197



458534



679966



192910



178425



419328



454622



681757



192349



177122



418704



Replicate 3



Count



71025



343630



45476



676825



192998



177933



418365



Replicate 2



Count



70969



341821



45132



53069



206



207



208



Replicate 1



Count



70322



340160



44974



53126



454822



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



0.37
0.28
0.32
0.15



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



680755
193029
177862
418986



RSD%



(Actual)
0.60
0.44
0.60
0.81
0.42



115
206
207
208



Count 



(Mean)
70974



342415
45323
53413



456763



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\xa110319m1.b
Report Comment
Instrument Name G3281A  JP10340551
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0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



1.169E-02



1.731E-04



1.030E-04



9.481E-04



6.521E-0427.33



1,232.30



18.33



51.06



470.02



13.94



-2.02



572.69



6.59



59.50



ug/l



ug/l



ug/l



ug/l



ug/l0.038



1.053



0.023



0.039



-0.454



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.827E-03



4.530E-04



4.378E-02



3.169E-04



1.363E-03



5.690E-03



6.126E-04



6.208E-04



3.514E-02



1.225E-03



1.058E-05



2.819E-03



1.090E-05



6.370E-05



1.074E-04



8.821E-05



4.042E-04



6.200E-02



Ratio



3.010E-05



7.728E-04



2.806E-03



1.634E-04



1.973E-05



4.430E-06



6.932E-04



2.652E-05



143.34



598.91



1.11



296.68



507.79



47.78



4,606.39



33.32



980.06



6,523.81



64.44



65.56



3,698.32



128.89



2,080.25



106.67



43.33



153.34



260.02



213.34



CPS



29.33



751.16



6,525.17



500.03



60.00



13.33



735.81



---



566.69



---



-40.62



---



---



541.82



175.68



-695.94



-3681.81



673.76



---



472.80



---



-41.12



---



---



62.08



-4772.19



---



---



RSD(%)



16.70



---



-214.18



1204.98



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.000



0.000



0.002



0.003



-0.001



0.002



0.000



0.000



0.047



0.000



-0.498



-1.287



0.000



0.019



0.000



0.000



0.000



0.000



0.001



Conc



0.017



0.000



-0.207



0.000



0.000



0.000



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/5/2019 7:38



Bkg File



Total Dilution 1.000



Operator Name Metals



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/4/2019 11:48



Sample Name STDA 4



Sample Type CalBlk



File Name 003CALB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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7
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Quantitation Report



Ratio Det Time(sec) Rep



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.26



0.90



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.22



0.73



1.26



0.93



0.84



2.10



3.83



4.28



3.65



1.10



1.66



0.36



RSD(%)



1.07



1.89



4.21



2.08



3.61



160,295.21



1,004,792.39



92,489.03



42,015.55



285,865.84



400,090.31



2,418,809.70



105,237.04



86,584.14



1,400,338.56



494,065.67



1,612,622.50



CPS



971,552.32



2,325,754.49



614,798.62



3,051,437.45



2,997,445.84



4,027,174.32



402,962.36



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



2.396E-03



7.620E-05



2.231E-06



9.612E-04



6.207E-0426.00



252.23



8.00



1.10



474.46



10499.67



-4.70



773.92



---



---



ug/l



ug/l



ug/l



ug/l



ug/l0.014



0.000



0.000



0.000



-0.452



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47752



406 of 556
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.459E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.800E-02



2.038E-02



1.139E-01



4.984E-02



2.043E-03



1.302E-03



4.618E-02



1.235E-03



4.102E-02



5.356E-02



2.783E-02



1.076E+00



2.032E-03



9.311E-03



2.099E+00



9.968E-01



4.282E-02



7.375E-01



2.932E-03



1.903E-02



6.411E-03



1.257E-03



6.637E-03



2.373E-03



Ratio



2.245E-03



1.137E-01



8.696E-02



6.140E-02



2.424E-03



12,002.05



5,251.07



215.33



644.22



12,165.70



4,321.84



5,642.33



2,932.57



113,421.69



4,004.77



2,146.87



221,147.03



105,026.74



4,511.91



77,713.35



4,866.48



130.00



25,812.56



5,061.19



15,940.68



5,698.18



4,881.17



22,365.37



1.99



CPS



2,218.88



112,361.72



203,622.21



186,773.10



7,368.94



8,769.90



56,909.78



2.67



4.88



4.99



2.66



3.00



6.75



3.29



16.65



3.80



2.70



4.77



0.76



5.74



3.95



1.45



1.41



2.03



0.14



3.13



0.58



1.08



2.31



5.04



3.89



RSD(%)



0.07



1.39



1.22



0.93



4.76



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.277



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.489



0.932



2.016



5.378



0.465



0.498



270.605



1.038



0.981



0.966



0.978



25.025



0.473



0.481



248.203



256.128



27.906



250.906



0.458



4.876



1.985



0.984



0.493



0.484



Conc



0.500



22.338



253.275



4.909



0.961



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 11:53



Sample Name STDB



Sample Type CalStd



File Name 004CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.9



101.3



101.1



99.1



99.3



Det



Pulse



Pulse



Pulse



Pulse



100.1



100.6



100.3



100.1



100.8



100.0



2.08



ISTD Recovery%



101.7



100.7



101.4



99.7



99.7



100.0



100.0



99.4



1.26



1.51



1.02



0.43



1.05



0.84



3.69



4.98



0.94



0.45



0.86



0.99



42,496.99



283,232.52



397,336.80



RSD(%)



1.65



2.38



2.41



3.14



3.23



3.01



1,404,867.55



494,770.55



1,625,815.07



160,275.55



994,066.11



93,733.96



2,989,675.44



4,025,322.86



402,841.79



2,404,446.11



105,370.68



87,097.29



CPS



988,404.75



2,341,333.71



623,397.22



3,042,045.58



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.083E-0346.0027.57ug/l



Units



0.3653Se
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Inst QC: MA47752



408 of 556
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7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.953E-01



1.043E-01



2.834E-01



6.050E-02



2.159E-02



1.287E-02



9.054E-03



5.736E-03



1.923E-01



2.492E-01



1.440E-01



2.878E-01



2.052E-02



9.562E-02



1.515E-01



2.750E-02



4.015E-02



6.032E-02



3.215E-02



2.046E-02



1.670E-02



6.640E-03



6.628E-02



2.378E-02



Ratio



2.290E-02



2.644E-02



1.060E-02



6.364E-02



1.289E-02



29,974.95



6,399.33



2,283.87



6,300.15



12,604.97



20,346.16



26,357.44



15,234.05



30,449.20



41,811.00



11,035.64



16,025.86



2,909.22



4,247.36



6,380.42



957.82



606.69



67,113.49



26,674.74



161,106.11



57,817.07



49,879.88



232,385.68



1.83



CPS



22,408.50



25,875.42



24,635.96



193,218.24



39,124.49



95,273.35



60,646.42



2.37



2.22



1.03



2.28



4.41



1.87



1.99



5.32



2.08



0.89



0.96



1.38



3.01



1.60



3.22



2.68



1.44



9.59



2.39



0.89



1.75



1.71



1.83



3.04



RSD(%)



2.49



3.07



3.56



1.91



1.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.509



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.123



5.041



5.173



6.586



5.088



4.930



47.128



4.855



4.857



4.833



5.133



5.916



4.962



5.137



10.950



6.913



26.105



7.753



5.030



5.253



5.185



5.233



4.969



5.064



Conc



5.003



5.078



23.260



5.089



5.149



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 11:58



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



99.4



99.2



97.4



97.0



Det



Pulse



Pulse



Pulse



Pulse



100.5



99.9



100.2



99.1



100.2



100.4



2.63



ISTD Recovery%



100.7



99.9



100.3



99.4



98.9



99.8



99.1



100.4



1.00



0.73



0.47



1.30



1.16



1.33



3.62



4.02



0.41



0.94



0.27



0.73



41,700.15



278,566.65



388,263.29



RSD(%)



1.59



2.27



2.95



3.79



3.90



2.47



1,402,780.15



489,527.65



1,616,490.11



160,869.31



990,938.12



91,955.55



2,964,571.74



4,018,150.67



399,403.18



2,429,376.68



105,787.87



86,515.24



CPS



978,521.76



2,323,937.15



616,693.26



3,034,559.95



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.117E-03296.685.62ug/l



Units



4.9553Se
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Inst QC: MA47752



410 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.311E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.006E+00



5.236E-01



1.390E+00



2.385E-01



1.102E-01



6.581E-02



3.048E-02



3.133E-02



9.833E-01



1.270E+00



7.182E-01



1.129E+00



1.040E-01



4.762E-01



2.907E-01



1.067E-01



4.841E-02



1.106E-01



1.674E-01



1.031E-01



8.278E-02



3.376E-02



3.408E-01



1.181E-01



Ratio



1.142E-01



1.215E-01



1.800E-02



3.242E-01



6.450E-02



147,472.41



25,301.25



11,685.01



32,302.39



64,372.81



104,303.06



134,704.26



76,179.53



119,719.40



212,766.52



55,540.30



30,832.62



11,313.52



5,135.45



11,735.04



3,232.65



3,322.66



339,032.54



138,265.46



839,079.52



290,646.09



256,078.82



1,172,107.15



1.66



CPS



114,015.96



121,333.80



42,466.38



995,776.70



198,156.98



499,609.33



307,699.67



1.32



1.18



0.74



1.36



2.43



1.38



4.99



3.56



0.44



1.01



1.08



0.42



1.52



1.10



1.83



3.89



1.37



4.01



1.32



1.49



0.80



0.70



0.73



1.30



RSD(%)



1.18



2.00



1.96



1.06



1.01



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.602



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



26.016



25.563



25.798



26.769



26.037



25.208



176.069



26.557



25.121



25.013



25.670



26.290



25.248



25.670



27.909



27.269



31.668



25.823



26.191



27.134



25.726



26.639



25.573



25.234



Conc



24.909



23.891



45.546



25.972



25.789



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:03



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 11 of 133



Inst QC: MA47752



411 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.8



98.5



98.3



97.2



98.5



Det



Pulse



Pulse



Pulse



Pulse



100.8



99.8



100.1



99.3



100.7



100.8



1.87



ISTD Recovery%



102.8



101.5



100.9



100.7



99.6



101.7



101.5



101.8



0.88



0.08



1.36



1.00



1.45



1.21



3.19



3.83



1.10



0.95



0.54



0.70



41,312.35



277,902.47



394,039.67



RSD(%)



0.81



1.45



2.84



3.58



2.80



2.63



1,401,379.84



490,838.69



1,624,701.85



161,576.46



1,002,447.22



91,132.47



2,984,680.54



4,095,040.25



408,846.37



2,461,600.33



106,073.16



86,428.75



CPS



998,478.49



2,360,193.72



620,495.99



3,072,135.16



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.593E-021,483.437.04ug/l



Units



26.8683Se
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Inst QC: MA47752



412 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.599E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.057E+00



1.066E+00



2.856E+00



4.823E-01



2.215E-01



1.317E-01



6.063E-02



6.223E-02



1.990E+00



2.564E+00



1.460E+00



2.258E+00



2.155E-01



9.746E-01



5.201E-01



2.178E-01



9.781E-02



1.868E-01



3.304E-01



2.047E-01



1.636E-01



6.602E-02



7.047E-01



2.422E-01



Ratio



2.321E-01



2.510E-01



3.454E-02



6.579E-01



1.312E-01



295,809.64



49,944.96



22,943.51



63,943.29



126,200.85



206,047.73



265,545.93



151,168.25



233,847.15



420,106.79



110,410.24



53,863.29



22,563.69



10,126.00



19,341.30



6,278.19



6,443.79



672,967.87



271,477.41



1,720,419.14



591,197.16



526,287.14



2,379,707.90



0.89



CPS



228,267.70



246,855.48



79,642.19



1,991,127.94



397,169.24



981,916.75



608,493.99



0.93



0.80



0.10



2.09



0.22



0.67



1.61



2.31



1.22



0.40



0.81



0.04



1.11



1.01



0.82



2.30



3.76



1.20



0.59



1.39



0.83



0.67



1.77



2.10



RSD(%)



0.27



1.54



0.51



1.17



0.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.374



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.619



52.115



53.110



54.403



52.372



50.450



357.571



52.759



50.904



50.592



52.186



53.655



52.327



52.558



55.853



55.851



64.911



53.151



51.700



54.042



50.863



52.100



52.875



51.778



Conc



50.620



49.518



95.382



52.724



52.477



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:08



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



413 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.8



98.3



98.9



98.1



100.5



Det



Pulse



Pulse



Pulse



Pulse



98.4



97.9



98.1



98.3



98.8



99.2



1.50



ISTD Recovery%



101.2



99.1



100.3



99.2



99.1



102.1



101.6



101.0



0.71



0.09



0.84



0.90



2.26



1.47



3.25



4.06



1.38



0.69



0.58



1.22



41,556.42



280,548.90



401,907.11



RSD(%)



2.12



2.66



4.83



3.31



2.81



3.47



1,373,723.17



485,501.50



1,593,030.35



158,950.95



992,693.12



90,902.15



2,971,962.87



4,112,096.40



409,230.31



2,442,246.37



103,566.18



84,748.56



CPS



983,536.56



2,305,563.14



616,678.43



3,026,775.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.079E-022,939.675.15ug/l



Units



53.3853Se
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Inst QC: MA47752



414 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.989E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.588E+00



1.994E+00



5.278E+00



8.611E-01



4.168E-01



2.558E-01



1.042E-01



1.159E-01



3.721E+00



4.775E+00



2.719E+00



4.014E+00



4.021E-01



1.827E+00



8.693E-01



3.912E-01



1.521E-01



3.071E-01



6.317E-01



3.819E-01



3.065E-01



1.248E-01



1.312E+00



4.585E-01



Ratio



4.397E-01



4.629E-01



5.106E-02



1.231E+00



2.464E-01



551,515.95



89,976.77



43,549.44



122,340.68



238,581.93



388,828.96



498,915.29



284,089.47



419,358.53



792,881.13



208,324.98



90,834.49



40,874.73



15,887.99



32,086.89



10,886.64



12,106.50



1,279,275.55



521,189.00



3,221,632.87



1,126,178.86



987,835.95



4,488,339.62



1.63



CPS



433,261.55



456,039.13



118,665.36



3,759,338.38



752,428.22



1,912,329.24



1,155,952.33



1.24



1.01



1.29



1.49



1.98



1.03



0.87



1.59



1.36



1.65



1.63



2.27



1.01



0.76



3.07



0.64



3.44



1.12



0.87



0.99



0.85



0.33



1.28



1.03



RSD(%)



0.87



0.64



2.14



0.54



0.77



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.199



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



98.431



97.514



98.236



97.338



98.550



97.994



619.773



98.238



95.265



94.299



97.225



96.195



97.653



98.547



98.402



100.418



101.423



96.357



98.851



100.955



95.277



98.529



98.421



98.043



Conc



95.889



91.436



145.136



98.693



98.557



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:13



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



415 of 556
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7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.5



97.7



98.1



97.9



100.6



Det



Pulse



Pulse



Pulse



Pulse



99.3



97.9



98.8



96.8



99.7



99.5



0.42



ISTD Recovery%



101.4



100.0



101.3



100.0



101.0



103.7



104.2



101.6



1.16



0.91



1.35



1.01



1.49



0.99



3.74



4.43



0.21



0.61



0.54



1.56



41,215.31



279,950.34



402,574.30



RSD(%)



2.04



2.53



3.46



3.32



3.90



3.84



1,383,938.90



478,277.24



1,607,603.45



159,454.94



999,675.86



90,330.37



3,027,965.33



4,174,584.00



419,718.33



2,457,197.20



104,488.41



84,739.31



CPS



985,267.29



2,324,895.17



622,645.15



3,052,744.01



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.360E-015,605.194.69ug/l



Units



103.0143Se
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Inst QC: MA47752



416 of 556
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7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.656E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.791E-03



2.224E-03



1.011E-02



7.054E-02



1.710E-04



5.021E-05



8.769E-02



7.508E-05



3.332E-03



5.902E-03



1.376E-03



2.060E+01



1.824E-04



7.790E-04



4.220E+00



2.032E+00



7.493E-01



1.440E+00



1.128E-04



2.640E-03



2.222E-03



1.016E-04



5.226E-04



2.201E-04



Ratio



7.517E-05



1.015E+00



1.724E-01



4.995E-04



2.917E-04



1,045.61



7,292.03



17.67



24.10



1,756.81



344.45



610.02



142.22



2,129,505.82



288.70



230.01



436,240.72



210,074.08



77,445.88



148,887.96



9,065.29



7.78



8,910.01



406.69



1,253.45



530.03



440.03



1,876.80



43.92



CPS



72.00



972,986.07



394,205.11



1,470.14



860.06



330.02



7,715.90



23.65



27.66



14.26



1.05



41.81



23.02



2.04



75.71



77.06



25.65



8.11



0.53



44.62



21.16



0.24



1.17



1.10



0.62



10.00



1.94



2.51



16.11



5.20



16.85



RSD(%)



10.78



2.04



0.65



12.88



11.11



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.088



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.032



0.044



0.082



7.725



0.022



0.018



520.487



0.055



0.015



0.024



0.032



498.149



0.024



0.020



506.639



522.372



503.352



503.270



0.017



0.535



0.682



0.072



0.034



0.024



Conc



0.027



200.590



510.685



0.027



0.109



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:17



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



417 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



100.1



101.4



98.4



101.1



Det



Pulse



Pulse



Pulse



Pulse



98.2



98.2



98.4



97.3



99.7



100.3



1.54



ISTD Recovery%



98.7



98.3



98.0



96.5



97.5



99.5



99.9



99.3



0.80



1.21



0.33



1.00



1.39



0.91



5.04



4.91



0.47



0.54



0.20



0.85



42,590.64



281,396.09



404,303.74



RSD(%)



1.65



3.52



2.87



3.80



3.34



4.32



1,378,285.29



480,691.43



1,607,086.50



160,777.00



990,278.57



92,625.60



2,923,448.53



4,006,936.50



402,476.24



2,401,427.93



103,367.59



85,042.50



CPS



958,943.06



2,286,454.03



602,437.86



2,943,937.35



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.642E-0111,248.703.59ug/l



Units



200.4753Se
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Inst QC: MA47752



418 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.847E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.928E-03



2.555E-03



2.358E-02



5.541E-02



1.394E-04



1.756E-05



1.668E-01



1.242E-04



3.578E-03



7.715E-03



2.152E-03



3.996E+01



1.256E-04



5.411E-04



8.221E+00



4.004E+00



1.504E+00



2.824E+00



2.652E-05



2.262E-03



8.911E-04



8.566E-05



2.326E-04



1.457E-04



Ratio



2.296E-05



2.086E-02



3.341E-01



4.498E-04



1.291E-04



2,533.60



5,954.70



15.00



8.77



1,422.32



384.45



828.93



231.11



4,294,656.64



421.75



274.45



883,561.35



430,344.06



161,642.09



303,523.74



17,926.16



13.33



3,617.31



346.69



560.04



353.35



300.02



1,300.08



-19.30



CPS



22.67



20,513.01



788,404.15



1,360.13



390.02



80.00



6,798.68



16.67



17.04



8.82



2.82



50.90



24.48



1.75



28.14



24.40



12.55



24.00



0.89



79.19



31.32



0.83



1.42



0.95



0.58



24.30



14.37



4.05



17.58



12.02



108.91



RSD(%)



14.39



5.73



0.36



8.89



37.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.074



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.047



0.060



0.333



6.009



0.015



0.006



996.519



0.096



0.021



0.060



0.060



967.199



0.010



0.007



994.042



1029.336



1011.317



1000.089



0.003



0.435



0.269



0.059



0.013



0.008



Conc



0.015



3.975



997.572



0.023



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:22



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



419 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.4



102.9



104.7



100.6



103.3



Det



Pulse



Pulse



Pulse



Pulse



102.1



102.9



101.5



101.1



102.2



102.3



0.83



ISTD Recovery%



101.2



101.5



104.3



99.1



100.5



100.7



100.9



99.6



0.64



0.54



0.50



0.81



0.77



0.89



3.14



5.05



0.92



1.24



0.67



0.35



43,998.43



287,721.07



413,417.51



RSD(%)



1.92



2.94



3.32



5.08



3.55



3.45



1,421,074.21



499,600.33



1,648,785.84



163,905.25



1,009,167.46



95,192.40



3,012,767.71



4,057,211.92



406,670.81



2,408,161.53



107,480.80



89,112.37



CPS



983,396.20



2,360,005.80



641,024.91



3,024,319.85



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.161E-0122,706.313.09ug/l



Units



392.0383Se
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Inst QC: MA47752



420 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



100.7



101.2



100.4



RSD(%)



1.34



3.07



3.49



CPS



978,057.45



2,354,717.78



617,019.75



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.026E-03



1.109E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.868E-02



5.457E-03



1.949E-02



7.700E-03



2.337E-04



2.048E-06



8.355E-01



4.138E-05



3.133E-03



6.910E-03



2.998E-03



2.078E+02



1.131E-04



5.608E-04



4.059E+01



1.990E+01



7.363E+00



1.409E+01



2.584E-05



2.182E-03



4.819E-04



4.520E-05



1.053E-04



1.505E-04



Ratio



3.676E-05



1.144E-02



1.636E+00



8.199E-04



6.915E-05



2,087.96



824.48



25.00



1.00



1,490.11



47.33



335.57



740.03



321.12



22,246,540.23



2,000.12



584.46



4,347,185.94



2,131,322.69



788,457.11



1,508,928.83



89,476.13



4.44



1,963.56



183.34



246.68



353.35



266.68



1,316.75



-49.97



25.28



CPS



36.00



11,184.71



3,850,640.46



2,447.01



206.68



76.67



6,451.87



4.21



3.47



5.51



12.74



27.08



-2738.89



1.03



56.85



59.39



8.97



4.31



2.27



71.82



23.03



0.53



0.99



1.22



0.95



29.87



5.07



5.34



25.94



46.78



29.44



RSD(%)



8.06



2.51



0.64



5.95



16.49



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.038



0.385



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.238



0.202



0.257



0.601



0.037



0.000



5021.843



0.026



0.010



0.044



0.090



5033.084



0.007



0.008



4937.763



5116.708



4954.292



5045.206



0.003



0.413



0.141



0.027



0.003



0.009



Conc



0.018



2.110



4917.759



0.053



0.020



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:27



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



421 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.9



102.2



101.6



99.1



103.9



Pulse



101.8



100.9



99.2



99.7



101.9



102.2



0.64



97.7



98.6



101.1



100.0



97.1



0.26



0.73



0.13



0.59



0.94



0.38



3.59



3.76



0.99



1.58



0.73



1.20



42,702.09



283,359.63



415,558.92



3.49



2.90



3.39



1,388,940.54



492,456.93



1,642,891.50



163,789.11



983,901.63



94,537.92



2,955,127.99



4,073,045.88



402,802.46



2,348,412.15



107,097.90



87,349.03



2,982,276.62



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



422 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.1



RSD(%)



2.60



CPS



962,429.00



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.666E-03



8.354E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.620E-02



1.020E-02



1.310E-02



1.566E-02



3.887E-04



3.383E-05



1.661E+00



3.081E-05



3.537E-03



7.764E-03



5.182E-03



4.129E+02



1.676E-04



6.476E-04



8.267E+01



3.865E+01



1.453E+01



2.770E+01



2.332E-05



2.213E-03



4.584E-04



5.175E-05



1.208E-04



1.375E-04



Ratio



3.078E-05



1.106E-02



3.546E+00



1.447E-03



9.864E-05



1,415.65



1,692.35



42.00



16.58



1,305.64



35.33



382.24



838.93



560.02



44,621,869.34



3,912.39



1,102.28



8,935,108.26



4,177,212.47



1,570,076.71



2,993,738.63



179,459.18



3.33



1,816.86



203.34



273.35



310.02



376.69



1,460.10



-31.15



46.12



CPS



29.33



10,646.51



8,211,621.96



4,197.52



286.68



66.67



6,338.42



2.64



6.54



7.53



6.53



8.11



36.94



0.19



0.47



73.29



32.43



6.08



1.79



22.43



4.82



1.18



1.09



0.70



0.19



37.25



7.89



4.89



34.77



36.54



31.87



RSD(%)



25.32



1.92



4.64



6.74



36.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.110



0.177



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.465



0.434



0.138



1.503



0.074



0.012



9987.887



0.017



0.020



0.061



0.168



10003.421



0.020



0.013



10064.637



9937.441



9776.834



9932.326



0.003



0.422



0.134



0.032



0.004



0.006



Conc



0.017



2.036



10672.706



0.103



0.032



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:32



Sample Name STDJ



Sample Type CalStd



File Name 012CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.1



102.9



100.6



96.4



103.0



Pulse



Pulse



Pulse



102.7



100.3



97.9



99.1



102.1



103.1



0.67



99.8



99.1



94.9



95.4



98.4



98.3



93.2



0.68



0.87



0.09



0.39



1.39



0.64



5.87



5.25



0.31



0.43



0.61



0.49



42,286.48



275,480.88



412,009.13



6.16



4.57



5.68



5.28



6.11



1,370,782.17



489,737.36



1,646,428.13



165,202.46



965,759.16



95,187.29



2,859,976.14



3,962,420.46



396,060.54



2,255,155.75



108,072.84



86,865.90



2,320,014.76



609,520.59



2,894,969.85



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.129E-03



2.094E-03



6.239E-03



1.597E-03



2.070E-05



3.409E-03



6.341E-03



8.186E-04



1.102E-01



1.540E-04



6.440E-04



7.111E-02



4.105E-03



3.182E-03



3.802E-02



1.636E-05



9.195E-04



2.140E-04



3.274E-05



1.923E-04



1.456E-04



Ratio



1.460E-04



7.007E-03



4.189E-03



2.858E-04



7.140E-05



668.91



365.57



680.03



87.78



11,811.88



121.08



224.45



7,624.38



440.01



341.12



4,076.20



171.11



2.22



873.40



133.34



470.03



356.69



376.69



1,576.78



CPS



145.33



6,955.23



10,050.65



893.40



223.35



50.00



2,793.75



20.61



45.07



32.82



69.30



354.23



19.59



47.68



20.18



7.57



45.26



36.67



25.55



11.55



18.47



-252.30



43.03



4.74



13.60



21.49



20.71



69.92



RSD(%)



17.43



1.76



6.62



34.62



46.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.011



0.037



0.010



2.238



0.009



0.017



0.032



0.012



1.611



0.017



0.013



1.156



0.898



1.226



-0.254



0.002



0.079



0.058



0.017



0.010



0.008



Conc



0.042



1.234



3.956



0.010



0.021



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Ca
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V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:37



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.7



101.2



100.0



98.5



98.7



Det



Pulse



Pulse



Pulse



Pulse



101.9



100.8



100.9



99.5



99.6



99.8



1.50



ISTD Recovery%



102.2



103.2



102.3



102.8



101.4



101.4



100.4



101.0



0.45



0.67



0.54



0.82



1.15



1.59



4.21



2.79



0.39



0.76



0.58



0.88



42,001.03



281,502.47



395,077.45



RSD(%)



1.95



3.03



3.31



3.83



3.36



3.16



1,412,378.73



491,786.20



1,605,994.34



160,025.40



991,799.99



93,558.14



3,038,366.97



4,082,957.02



404,769.12



2,442,485.49



107,218.98



87,283.08



CPS



992,556.10



2,400,181.27



629,003.32



3,136,741.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.035E-03



7.613E-04



1.204E-02



1.336E-04



3.596E-05



Ratio



1,291.19



14.33



17.73



508.90



32.00



CPS



-2.88



117.00



6.30



98.58



49.73



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.437



0.121



1.093



0.014



0.013



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



99.5



102.7



103.0



RSD(%)



1.48



2.11



3.74



CPS



967,076.21



2,389,649.50



633,194.76



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.019E-01



3.541E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.681E+00



1.213E+00



3.198E+00



5.308E-01



2.663E-01



1.528E-01



9.426E-01



7.063E-02



2.349E+00



2.921E+00



1.695E+00



2.208E+02



2.391E-01



1.117E+00



4.266E+01



2.102E+01



7.896E+00



1.486E+01



3.769E-01



2.346E-01



2.031E-01



7.840E-02



8.369E-01



2.847E-01



Ratio



2.727E-01



5.982E-01



1.720E+00



7.542E-01



1.515E-01



338,510.86



56,186.71



28,189.87



74,319.37



146,840.42



14,943.58



248,659.36



309,248.26



179,476.41



23,370,486.29



495,548.30



128,421.44



4,515,898.57



2,225,341.58



835,869.15



1,572,916.26



99,793.55



7,475.45



834,357.25



322,104.02



2,010,912.89



684,087.26



574,593.31



2,682,794.30



0.66



2.69



CPS



263,788.54



578,562.39



4,110,846.19



2,281,165.54



458,305.22



1,124,451.26



700,074.16



0.74



0.60



0.74



0.41



0.88



1.28



1.00



3.42



0.15



0.58



0.25



0.30



0.55



0.13



0.69



0.85



0.84



0.52



0.59



0.71



0.23



0.85



0.23



0.62



RSD(%)



0.97



1.70



0.99



0.70



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



59.778



268.870



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



60.722



59.308



59.475



59.892



62.957



58.532



5666.686



59.884



60.107



57.656



60.620



5348.295



58.056



60.214



5189.724



5404.754



5313.239



5321.069



58.983



61.967



63.128



61.877



62.795



60.873



Conc



59.483



118.208



5172.405



60.438



60.587



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se
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Co
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Cu
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Cd



Ca



Ti



V



Cr
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Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:42



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.8



100.3



100.4



95.9



101.1



Pulse



100.6



100.3



97.9



98.4



101.2



102.0



0.62



99.1



99.5



102.0



102.1



99.3



0.97



0.93



0.27



1.13



1.11



0.26



3.41



3.20



1.12



0.71



0.84



0.59



42,202.86



274,008.45



404,296.77



2.49



3.58



4.34



1,370,437.06



486,356.95



1,632,149.00



163,464.82



982,854.30



92,783.13



2,983,340.20



4,108,415.25



411,475.85



2,402,815.64



105,860.97



86,804.63



3,024,835.37



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3
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1



1



1



2
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.436E-04



2.201E-03



8.184E-03



7.314E-03



9.018E-05



2.813E-03



3.219E-05



3.052E-03



6.811E-03



9.545E-04



8.289E-02



1.253E-04



6.094E-04



9.298E-02



6.280E-03



1.009E-01



4.239E-02



3.059E-04



2.153E-03



3.477E-04



5.042E-05



3.766E-04



1.575E-04



Ratio



5.060E-05



1.244E-02



6.247E-03



3.692E-04



1.768E-04



846.70



756.70



9.33



315.56



704.47



98.89



8,576.10



66.64



227.78



9,617.83



650.03



10,439.52



4,385.19



291.12



3.33



1,386.81



200.01



903.40



376.69



300.02



1,456.77



CPS



49.33



12,129.94



14,414.61



1,123.43



536.70



903.40



6,368.47



60.64



39.30



20.63



4.76



141.39



18.66



1.00



262.49



29.06



69.45



9.61



24.70



42.90



8.60



15.50



0.53



43.75



12.21



1.20



11.75



46.74



3.64



45.46



RSD(%)



4.84



3.90



7.70



14.11



13.85



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



0.043



0.046



0.558



0.003



9.563



0.018



0.008



0.042



0.017



0.950



0.010



0.011



3.820



1.457



67.008



1.316



0.047



0.406



0.100



0.031



0.023



0.011



Conc



0.021



2.309



10.157



0.017



0.063



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:47



Sample Name ICV



Sample Type ICV



File Name 015_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 29 of 133



Inst QC: MA47752



429 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.6



101.2



99.0



98.8



100.2



Det



Pulse



Pulse



Pulse



Pulse



98.3



97.2



98.6



97.2



98.6



98.8



1.80



ISTD Recovery%



100.4



99.3



100.7



99.7



98.7



99.1



99.5



99.3



0.90



0.78



1.74



0.80



0.59



1.82



3.04



4.49



0.67



1.16



0.34



1.24



41,607.63



282,297.55



400,888.11



RSD(%)



1.47



3.23



3.21



3.02



3.08



3.51



1,380,510.08



480,454.37



1,589,865.74



158,319.38



971,097.39



93,576.25



2,958,443.82



3,992,555.46



400,768.94



2,400,697.93



103,443.12



84,199.25



CPS



975,029.08



2,309,500.33



618,962.02



3,041,990.37



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.933E-03



9.770E-04



3.664E-05



Ratio



17.59



1,408.98



40.67



CPS



-23.41



38.17



50.85



RSD(%)



ug/l



ug/l



ug/l



Units



-0.057



0.285



0.0132



2



3



Sn



Se



Cd
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Inst QC: MA47752



430 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.161E-04



1.266E-03



6.821E-03



4.031E-03



7.574E-05



1.751E-03



2.118E-05



3.338E-03



4.899E-03



3.905E-04



3.417E-02



1.468E-04



4.678E-04



7.775E-02



2.291E-03



8.826E-02



3.709E-02



2.654E-04



1.883E-03



2.973E-04



1.828E-05



1.531E-04



1.224E-04



Ratio



1.903E-05



9.246E-03



3.952E-03



1.868E-04



5.036E-05



717.81



424.46



8.00



351.12



515.57



41.11



3,598.29



12.21



133.34



8,183.57



241.12



9,293.16



3,905.05



184.45



2.22



1,186.77



73.33



370.02



293.35



353.35



1,126.73



CPS



18.67



9,036.47



9,250.09



573.38



153.34



790.06



5,624.76



-9.51



-234.05



38.79



7.39



-8968.06



65.28



173.01



75.92



220.68



-45.07



-16.69



17.90



35.87



15.58



12.18



2.02



-98.65



19.74



9.95



13.09



68.94



25.05



217.87



RSD(%)



14.12



5.94



8.12



117.38



49.64



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.003



-0.003



0.021



0.185



0.000



3.168



0.009



0.015



0.004



-0.003



-0.231



0.015



0.003



1.965



0.431



58.487



-0.585



0.041



0.334



0.084



0.006



0.007



0.003



Conc



0.014



1.676



3.244



0.002



0.012



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:52



Sample Name ICV



Sample Type ICV



File Name 016_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



431 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.2



99.8



98.7



98.0



98.8



Det



Pulse



Pulse



Pulse



Pulse



100.0



99.5



99.2



97.8



98.0



98.3



1.75



ISTD Recovery%



100.6



100.7



100.3



100.4



99.6



99.0



99.7



99.6



0.60



1.95



1.23



1.09



0.32



1.46



3.40



3.66



0.96



1.28



1.27



0.19



41,488.32



280,198.35



395,280.72



RSD(%)



2.54



2.42



3.94



2.83



2.24



4.06



1,389,263.84



483,365.06



1,580,325.22



157,497.26



976,754.13



92,334.64



2,985,106.88



3,987,371.71



401,869.88



2,409,143.97



105,277.22



86,122.61



CPS



977,040.41



2,341,247.31



616,787.55



3,062,192.35



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.370E-03



7.874E-04



1.367E-05



Ratio



6.60



1,145.62



32.67



CPS



-12.07



131.52



60.27



RSD(%)



ug/l



ug/l



ug/l



Units



-0.170



0.141



0.0042



2



3



Sn



Se



Cd
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Inst QC: MA47752



432 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.498E-04



1.296E-03



5.036E-03



1.587E-03



0.000E+00



3.105E-03



5.915E-03



4.705E-04



5.315E-02



8.674E-05



3.652E-04



6.263E-02



1.433E-03



4.045E-03



3.501E-02



7.955E-06



7.305E-04



8.458E-05



7.562E-06



9.559E-05



1.077E-04



Ratio



1.616E-05



7.611E-03



3.949E-03



1.602E-04



3.549E-05



535.57



330.01



628.91



50.00



5,649.00



26.65



137.78



6,658.30



152.23



430.01



3,721.66



168.89



0.00



343.35



30.00



230.01



260.01



210.01



883.38



CPS



16.00



7,560.00



9,350.14



496.70



110.01



23.33



2,176.95



-156.00



-162.48



-54.53



45.63



0.00



80.77



30.73



-1503.66



14.19



1226.42



-121.59



239.78



18.69



3.85



-21.61



202.62



25.22



27.18



-145.22



97.47



-5759.71



RSD(%)



22.24



4.19



30.61



-6697.30



25.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



-0.002



-0.012



2.183



-0.009



0.009



0.024



0.000



0.229



0.000



-0.002



0.123



0.211



1.807



-1.335



0.001



0.029



0.018



-0.003



0.002



0.000



Conc



0.014



1.353



3.234



0.000



0.006



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:57



Sample Name ICB



Sample Type ICB



File Name 017_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



433 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.6



101.1



99.1



98.7



99.5



Det



Pulse



Pulse



Pulse



Pulse



101.0



99.4



99.4



97.3



98.2



98.5



0.57



ISTD Recovery%



102.3



102.0



100.8



101.8



99.4



100.9



99.8



100.0



0.26



0.20



0.54



0.54



0.72



0.64



4.99



3.36



1.36



1.66



0.44



0.33



41,654.43



282,262.68



398,262.74



RSD(%)



1.32



3.05



3.47



3.40



2.71



5.65



1,392,526.75



480,763.16



1,583,122.99



157,943.88



980,283.43



93,469.80



2,979,120.54



4,064,910.88



402,281.42



2,418,991.68



106,315.64



86,083.44



CPS



993,502.66



2,371,581.27



619,538.48



3,105,909.23



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



9.639E-04



4.321E-04



2.017E-03



6.284E-05



9.212E-06



Ratio



214.45



6.67



4.42



463.35



18.00



CPS



-2.26



-74.20



-87.88



-113.56



114.69



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.451



-0.130



-0.043



-0.003



0.003



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



434 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



99.3



97.9



99.2



RSD(%)



3.63



6.42



5.95



CPS



964,485.12



2,275,810.23



609,957.43



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.532E-01



2.689E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.900E+00



1.020E+00



2.715E+00



4.426E-01



2.135E-01



1.290E-01



8.731E-01



6.003E-02



1.962E+00



2.475E+00



1.416E+00



2.052E+02



2.186E-01



9.897E-01



3.972E+01



1.949E+01



7.216E+00



1.375E+01



3.367E-01



2.044E-01



1.749E-01



6.927E-02



7.096E-01



2.460E-01



Ratio



2.360E-01



5.261E-01



1.709E+00



6.751E-01



1.346E-01



288,197.15



46,984.41



22,668.71



62,267.44



122,216.61



11,149.27



208,309.27



262,749.82



150,329.44



21,781,812.47



413,956.39



108,305.69



4,215,905.25



2,068,608.67



765,973.22



1,459,122.23



92,677.95



6,372.65



689,906.19



273,302.78



1,638,400.29



567,772.11



504,404.36



2,284,084.11



0.75



2.80



CPS



227,558.75



507,158.33



3,881,136.50



1,971,372.42



393,270.83



971,086.29



589,614.24



1.37



1.50



1.18



0.33



1.43



0.74



2.15



0.53



0.73



1.40



0.96



2.04



2.11



2.05



1.31



1.20



1.11



1.43



4.72



3.61



3.51



3.18



1.17



1.74



RSD(%)



1.66



2.19



4.91



3.25



2.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.021



204.064



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.581



49.871



50.476



49.898



50.483



49.406



5248.111



50.895



50.202



48.838



50.633



4970.933



53.067



53.375



4831.059



5010.063



4855.422



4921.374



52.694



53.952



54.359



54.665



53.248



52.596



Conc



51.478



103.942



5138.957



54.103



53.841



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:02



Sample Name CCVA



Sample Type CCV



File Name 018_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



435 of 556



JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.0



98.8



98.7



94.0



99.5



Pulse



100.9



98.5



97.7



97.7



99.8



101.0



0.43



95.8



96.4



98.1



97.4



95.5



1.37



0.77



0.62



0.25



1.00



0.32



8.36



5.89



0.83



1.55



0.60



1.31



41,457.11



268,758.62



397,971.32



6.45



7.48



7.66



1,368,555.71



482,754.18



1,609,967.89



161,904.40



974,601.28



91,416.41



2,890,327.52



3,952,058.38



392,411.81



2,309,460.59



106,158.07



85,312.13



2,924,043.08



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752
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JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.604E-04



1.510E-03



6.094E-03



1.553E-03



1.070E-05



2.999E-03



5.934E-03



5.248E-04



7.223E-02



9.024E-05



4.601E-04



6.514E-02



2.249E-03



4.134E-03



3.652E-02



5.748E-05



9.944E-04



1.766E-04



1.764E-05



3.243E-04



1.166E-04



Ratio



2.744E-05



1.317E-02



4.151E-03



2.445E-04



1.689E-04



632.25



311.12



615.58



54.44



7,493.25



47.76



156.67



6,757.26



233.34



428.90



3,788.34



161.11



1.11



703.38



70.00



783.39



280.02



216.68



1,106.74



CPS



26.67



12,821.68



9,660.43



750.06



513.37



170.01



2,950.45



90.61



95.06



76.98



34.55



15130.32



19.92



65.97



278.67



5.93



147.23



76.15



50.45



22.16



5.68



-35.22



28.52



18.82



12.30



47.45



23.73



84.95



RSD(%)



8.85



3.15



7.33



27.98



39.80



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.009



0.008



1.976



0.000



0.006



0.024



0.002



0.692



0.001



0.003



0.429



0.421



1.867



-0.793



0.008



0.099



0.047



0.005



0.020



0.002



Conc



0.016



2.453



3.844



0.007



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:07



Sample Name CCB



Sample Type CCB



File Name 019_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



100.1



99.6



98.2



99.1



Det



Pulse



Pulse



Pulse



Pulse



98.6



96.9



97.7



96.6



97.7



97.6



1.76



ISTD Recovery%



100.2



100.0



99.3



100.3



98.9



99.0



98.5



99.4



1.19



1.85



1.22



0.55



1.67



1.01



3.93



4.04



0.04



1.75



0.33



1.26



41,851.80



280,805.05



396,686.16



RSD(%)



1.16



1.71



3.76



3.46



4.12



3.91



1,368,696.44



477,355.78



1,575,152.44



156,455.71



969,477.78



92,577.38



2,963,942.66



3,986,940.15



397,040.38



2,403,670.43



103,743.07



83,894.35



CPS



973,424.84



2,326,665.33



610,601.18



3,060,527.98



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.277E-03



8.299E-04



2.121E-03



9.639E-05



2.742E-05



Ratio



220.00



10.00



13.13



608.91



34.67



CPS



-7.13



79.25



-158.42



82.59



99.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.388



0.173



-0.031



0.005



0.010



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.439E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.655E-02



2.127E-02



1.135E-01



5.330E-02



2.201E-03



1.413E-03



4.783E-02



1.162E-03



4.080E-02



5.169E-02



2.988E-02



1.078E+00



2.011E-03



9.247E-03



2.061E+00



9.858E-01



4.149E-02



7.191E-01



2.989E-03



1.922E-02



6.828E-03



1.286E-03



6.448E-03



2.347E-03



Ratio



2.175E-03



1.252E-01



8.774E-02



5.994E-02



2.421E-03



11,817.40



5,547.86



229.00



675.35



11,661.90



4,247.38



5,380.01



3,111.51



112,212.91



3,804.71



2,214.65



214,561.19



102,609.19



4,318.51



74,845.90



4,979.84



121.11



27,145.31



5,111.21



15,510.05



5,638.14



4,841.12



22,241.97



3.11



CPS



2,117.53



121,915.28



204,760.72



184,193.28



7,442.36



8,886.57



57,184.38



2.42



7.19



0.62



1.47



7.32



3.60



3.58



19.30



2.23



3.08



4.09



0.39



3.83



3.27



0.42



0.84



2.87



1.20



3.39



1.88



2.49



3.70



3.70



4.12



RSD(%)



1.32



2.19



0.20



1.42



0.66



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.238



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.470



0.976



2.009



5.771



0.503



0.540



280.540



0.977



0.975



0.929



1.052



25.064



0.468



0.477



243.624



253.291



27.006



244.294



0.467



4.925



2.114



1.006



0.479



0.479



Conc



0.484



24.621



255.634



4.792



0.961



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:12



Sample Name CRI



Sample Type LLCCV



File Name 020LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



100.3



98.7



97.8



99.7



Det



Pulse



Pulse



Pulse



Pulse



98.9



97.1



98.3



96.8



97.3



97.5



1.26



ISTD Recovery%



100.2



100.3



99.8



100.7



99.3



98.8



98.2



99.5



0.77



1.67



0.90



0.81



2.53



1.00



3.55



4.60



1.11



1.46



0.74



0.49



41,473.91



279,496.59



398,818.59



RSD(%)



1.84



2.10



3.11



3.58



3.32



3.39



1,376,203.73



478,105.23



1,568,840.15



156,274.94



963,740.93



92,727.19



2,975,000.72



3,977,787.86



395,550.98



2,405,571.42



104,088.68



84,067.55



CPS



973,489.67



2,333,657.26



613,442.57



3,073,497.56



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.323E-0354.6741.55ug/l



Units



0.5483Se
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Inst QC: MA47752
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



83.6



RSD(%)



2.29



CPS



812,666.22



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.469E+00



7.657E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.509E-02



1.300E-02



2.422E-02



9.290E-03



3.234E-04



-1.777E-04



1.661E+01



2.181E+00



4.461E-03



1.633E-02



9.847E-03



3.711E+03



4.981E-04



2.145E-03



7.728E+02



3.674E+02
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Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:25



Sample Name ICSA



Sample Type ICSA



File Name 021ICSA.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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8.956E-01
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:29



Sample Name ICSAB



Sample Type ICSB



File Name 022ICSB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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1.472E-04



6.778E-03



7.107E-03



2.920E-03



1.777E-03



714.47



1,000.05



18.00



233.34



563.35



114.45



36,059.70



113.24



167.78



16,566.53



2,103.52



1,014.50



5,254.39



216.67



27.78



443.36



123.34



460.03



476.70



443.36



1,873.47



CPS



112.00



5,163.31



14,131.09



8,216.13



5,011.14



163.34



5,814.84



12.65



39.77



22.88



9.37



20.06



30.27



20.21



-215.99



8.19



19.96



9.77



48.54



26.86



5.30



11.74



7.89



11.41



3.41



9.58



24.71



67.24



40.87



50.75



RSD(%)



27.17



2.57



14.27



10.88



2.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.013



0.030



0.048



1.037



0.031



7.646



0.263



-0.001



0.036



0.030



9.012



0.024



0.020



15.767



6.073



6.960



7.855



0.008



0.378



0.025



0.016



0.009



0.019



Conc



0.042



1.188



12.747



0.221



0.703



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File
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Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:34



Sample Name rinseconf



Sample Type Sample



File Name 023SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:21 AM on:11/5/2019



Raw Data MA47752    page 45 of 133



Inst QC: MA47752



445 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



92.5



94.1



93.7



99.1



Det



Pulse



Pulse



Pulse



Pulse



82.4



87.2



90.5



88.9



94.4



95.2



0.94



ISTD Recovery%



78.4



85.6



90.3



92.5



94.9



100.9



100.4



100.8



0.44



1.53



0.41



0.74



1.00



1.52



3.48



3.77



2.05



0.58



1.14



0.73



39,553.97



267,728.72



396,582.39



RSD(%)



0.84



2.72



4.04



4.03



4.30



3.01



1,267,871.27



439,050.93
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1.115E-03
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1,373.46



100.00



3,250.54



36.92



25.30



13.29



47.57



49.10



129.94



25.26



59.82



5.52



21.61



18.92



1.76



4.65



10.09



38.81



18.06



20.95



15.70



83.07



10.84



18.94



RSD(%)



11.82



5.58



13.76



14.20



8.01



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.009



0.018



0.036



3.833



0.077



0.003



0.034



0.019



2.863



0.013



0.019



9.747



1.990



1.921



2.534



0.005



0.131



0.025



0.009



0.007



0.021



Conc



0.039



1.015



4.426



0.046



0.181



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:39



Sample Name rinseconf



Sample Type Sample



File Name 024SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 47 of 133



Inst QC: MA47752



447 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



92.7



93.6



93.5



97.8



Det



Pulse



Pulse



Pulse



Pulse



83.4



86.9



91.4



89.3



94.6



95.9



0.72



ISTD Recovery%



80.1



87.7



91.6



95.3



97.4



101.7



101.6



103.1



0.85



0.98



0.84



1.42



1.64



0.11



4.09



2.24



0.66



1.89



0.90



0.61



39,316.60



267,321.46



391,165.09



RSD(%)



2.82



4.05



3.89



2.90



3.77



3.87



1,279,717.69



441,221.09



1,525,896.95



153,759.22



968,697.91



85,698.29



2,920,924.23



4,096,322.44



409,400.42



2,492,790.64



87,783.54



75,204.19



CPS



778,070.75



2,039,975.23



563,010.54



2,908,440.16



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.337E-03



4.068E-04



1.268E-02



1.329E-04



8.196E-05



Ratio



1,113.40



11.67



36.14



590.02



16.00



CPS



-2.83



-44.34



5.39



10.13



34.23



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.376



-0.149



1.166



0.013



0.031



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



448 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.282E-03



6.363E-03



1.270E-01



1.231E-02



4.225E-05



4.143E-03



4.737E-05



8.472E-04



1.033E-02



8.631E-03



4.088E-01



1.488E-04



8.029E-04



2.028E-01



1.602E-02



6.420E-03



5.226E-02



1.579E-05



4.513E-04



3.310E-05



6.326E-04



2.287E-04



2.222E-04



Ratio



2.540E-05



5.844E-03



8.769E-03



5.966E-03



3.439E-04



11,981.98



1,160.06



4.00



80.00



974.49



813.37



38,565.35



121.01



600.02



19,131.98



1,511.22



605.58



4,928.71



391.12



4.45



133.34



2,543.67



563.37



550.04



366.69



1,980.15



CPS



21.33



4,929.88



18,773.42



17,348.53



1,003.41



46.67



1,323.45



17.25



6.17



0.91



14.48



-135.45



14.76



111.52



-10.05



15.18



13.96



4.27



15.61



6.14



1.20



10.82



5.19



7.24



57.85



-36.28



80.18



3.40



21.25



28.63



RSD(%)



10.90



1.79



5.20



3.09



14.33



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.025



0.493



4.521



2.247



-0.016



35.133



0.062



-0.097



0.223



0.584



17.696



0.031



0.043



34.408



7.923



6.811



9.718



0.004



-0.090



0.004



0.981



0.025



0.049



Conc



0.031



2.007



35.506



0.931



0.259



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:46



Sample Name jc97382-3undigconf



Sample Type Sample



File Name 025SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 49 of 133



Inst QC: MA47752



449 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



96.9



96.5



94.9



99.0



Det



Pulse



Pulse



Pulse



Pulse



89.6



92.6



93.7



92.9



95.9



96.6



1.54



ISTD Recovery%



86.8



92.0



96.0



95.4



98.0



99.9



99.9



102.0



1.07



0.81



0.34



1.78



2.62



0.84



4.11



3.71



1.21



0.88



1.34



0.72



40,532.31



271,233.60



396,239.78



RSD(%)



2.23



2.30



2.83



3.44



3.47



3.81



1,312,294.49



458,926.25



1,545,717.44



154,914.34



968,352.46



89,635.05



2,936,961.80



4,022,149.94



402,582.08



2,466,655.33



94,329.83



80,212.59



CPS



843,715.63



2,139,798.67



590,047.25



2,909,578.19



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



5.784E-04



7.557E-04



9.037E-06



Ratio



4.16



265.56



30.67



CPS



-2.63



139.53



121.86



RSD(%)



ug/l



ug/l



ug/l



Units



-1.056



0.233



0.0052



2



3



Sn



Se



Cd
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Inst QC: MA47752



450 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.301E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.860E-02



3.454E-01



1.189E-01



8.511E-03



1.065E-04



1.338E-05



5.711E-03



5.929E-05



5.966E-03



1.315E+00



2.004E-01



5.536E+00



1.532E-04



6.473E-04



2.146E-01



1.213E-02



5.755E-03



7.035E-02



6.829E-06



2.498E-04



3.427E-05



5.972E-04



1.160E-04



1.809E-04



Ratio



2.782E-05



5.991E-03



1.093E-02



6.416E-03



5.867E-04



11,206.91



802.26



10.00



6.11



151.12



562.24



123,897.24



18,881.89



521,722.74



1,752.06



32,546.29



20,217.93



1,143.40



542.25



6,629.45



537.80



5.55



140.01



2,440.32



286.68



450.02



376.69



1,600.10



-0.55



CPS



24.00



5,178.88



23,597.52



18,733.60



1,713.51



20.00



740.05



9.28



2.31



3.19



9.67



222.42



113.52



14.28



152.80



20.08



1.43



1.21



0.52



44.35



17.74



2.65



9.49



3.43



6.62



150.05



-7.32



55.81



1.72



11.65



71.38



RSD(%)



6.82



4.25



3.53



3.42



5.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.156



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.474



33.682



4.220



1.386



0.014



0.009



54.009



0.083



0.165



51.803



14.299



266.195



0.033



0.026



37.270



5.922



5.915



22.709



0.001



-0.196



0.005



0.926



0.008



0.031



Conc



0.033



2.065



48.516



1.003



0.453



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:51



Sample Name jc97469-2undigconf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 51 of 133



Inst QC: MA47752



451 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



95.2



96.6



94.0



97.7



Det



Pulse



Pulse



Pulse



Pulse



89.5



91.9



93.1



92.7



95.5



96.7



0.09



ISTD Recovery%



89.0



92.8



97.3



95.8



98.8



101.5



101.6



102.0



0.33



0.43



0.63



0.38



0.82



0.84



2.74



4.51



0.90



0.66



0.47



0.88



40,602.42



268,816.95



391,054.67



RSD(%)



1.79



2.97



3.54



3.40



3.09



2.79



1,303,807.97



457,834.45



1,540,790.77



154,994.59



968,973.47



88,059.42



2,960,752.89



4,085,710.56



409,246.95



2,467,901.63



94,231.50



79,583.02



CPS



864,487.81



2,158,844.55



597,907.94



2,921,917.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse4.101E-0416.67-37.39ug/l



Units



-0.2933Se
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Inst QC: MA47752



452 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.941E-03



7.936E-03



1.274E-01



2.221E-02



2.116E-04



5.043E-03



1.870E-04



1.103E-02



3.269E-02



1.079E-02



7.075E-01



1.931E-04



7.853E-04



2.130E-01



1.210E-02



7.601E-03



4.978E-02



3.711E-05



1.430E-03



1.746E-04



6.213E-04



1.328E-04



1.973E-04



Ratio



3.051E-05



7.121E-03



1.081E-02



5.726E-03



1.967E-04



10,631.98



1,853.48



17.67



921.15



2,729.20



900.04



59,056.68



162.07



662.25



17,780.21



1,010.05



634.47



4,156.23



421.12



15.56



720.05



2,560.35



323.35



483.36



476.70



1,926.80



CPS



22.67



5,283.37



21,504.07



16,453.99



566.70



106.67



4,107.49



9.73



6.59



2.72



2.86



8.51



9.94



66.45



11.45



3.01



8.13



2.15



37.22



14.03



2.62



5.82



0.96



25.16



39.31



7.44



6.48



1.62



57.58



24.51



RSD(%)



10.35



7.72



1.16



3.51



28.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.042



0.646



4.535



4.492



0.064



45.970



0.299



0.425



1.107



0.738



32.172



0.052



0.041



36.886



5.907



8.401



7.939



0.010



0.429



0.092



0.964



0.010



0.038



Conc



0.034



2.512



47.811



0.892



0.142



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:58



Sample Name jc97382-3digconf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



453 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.7



91.7



92.6



91.6



97.1



Det



Pulse



Pulse



Pulse



Pulse



79.3



82.9



89.1



84.5



93.1



94.2



0.28



ISTD Recovery%



76.4



85.5



88.5



94.2



95.7



102.3



103.0



101.6



0.36



0.77



0.70



0.92



0.33



0.19



2.33



5.96



1.09



1.18



0.41



1.15



38,925.38



261,817.59



388,426.12



RSD(%)



1.71



2.97



3.56



4.01



3.49



4.27



1,248,220.58



417,709.84



1,501,642.20



150,984.65



941,597.77



84,771.46



2,869,274.59



4,120,209.32



414,894.84



2,456,995.80



83,465.11



71,745.92



CPS



742,149.06



1,988,990.75



544,105.33



2,875,644.85



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.738E-03



8.570E-04



1.813E-05



Ratio



7.57



725.59



33.33



CPS



-9.74



116.12



57.66



RSD(%)



ug/l



ug/l



ug/l



Units



-0.592



0.387



0.0122



2



3



Sn



Se



Cd
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Inst QC: MA47752



454 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



81.7



92.6



95.8



RSD(%)



2.01



2.39



3.19



CPS



793,758.33



2,152,873.51



588,920.89



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.606E-01



2.704E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.122E+00



1.073E+00



2.868E+00



4.784E-01



2.242E-01



1.340E-01



8.678E-01



6.246E-02



2.024E+00



2.582E+00



1.469E+00



2.171E+02



2.156E-01



9.765E-01



4.102E+01



1.993E+01



7.174E+00



1.389E+01



3.205E-01



1.997E-01



1.660E-01



6.438E-02



6.992E-01



2.420E-01



Ratio



2.501E-01



5.431E-01



1.664E+00



6.603E-01



1.300E-01



262,853.35



43,853.16



20,554.06



60,100.87



116,869.48



10,921.77



185,532.66



236,727.74



134,699.45



19,902,536.99



377,859.93



98,350.89



3,760,369.44



1,826,549.65



657,614.78



1,273,318.53



79,557.85



5,725.70



708,710.35



274,946.23



1,747,248.41



604,701.23



538,854.76



2,440,139.40



0.89



2.33



CPS



198,503.42



431,038.99



3,581,587.97



1,945,851.95



383,202.01



958,514.65



597,491.60



0.60



1.39



1.39



1.14



0.55



1.60



0.52



2.18



0.91



1.18



0.89



0.24



0.72



0.67



1.31



1.07



0.96



1.00



1.18



1.46



1.22



1.24



1.30



1.79



RSD(%)



0.99



0.77



0.51



1.60



1.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.507



205.212



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.466



52.447



53.321



53.957



53.008



51.338



5216.262



52.958



51.781



50.958



52.538



5259.609



52.352



52.661



4990.257



5122.866



4827.164



4973.593



50.152



52.714



51.590



50.811



52.467



51.733



Conc



54.536



107.303



5002.561



52.914



51.992



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:03



Sample Name CCVA



Sample Type CCV



File Name 028_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



455 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.1



95.6



96.1



92.3



101.0



Pulse



87.1



89.9



92.1



90.8



97.4



98.3



0.84



96.6



99.8



106.0



106.8



103.3



0.69



0.92



0.53



1.21



1.14



1.02



4.07



3.21



1.27



0.43



0.86



1.29



40,381.93



263,863.97



403,914.28



2.63



3.42



3.54



1,290,005.12



448,509.60



1,570,813.48



157,589.48



965,640.87



88,409.63



2,991,451.19



4,270,547.85



430,376.38



2,498,641.42



91,673.67



77,859.82



2,946,712.14



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



456 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.452E-04



1.519E-03



5.753E-03



1.494E-03



2.482E-05



2.517E-03



6.739E-03



6.536E-04



7.645E-02



1.379E-04



5.201E-04



1.034E-01



3.111E-03



4.554E-03



3.828E-02



5.998E-05



9.149E-04



1.543E-04



1.122E-05



2.523E-04



1.594E-04



Ratio



2.666E-05



1.003E-02



4.169E-03



2.493E-04



1.708E-04



517.79



226.67



606.69



58.89



6,881.83



31.09



136.67



9,309.83



280.01



410.01



3,446.02



134.45



2.22



653.37



46.67



630.04



403.36



346.69



1,310.09



CPS



21.33



8,107.01



8,846.56



740.05



506.70



180.01



2,733.73



194.04



151.91



503.14



104.78



301.87



-202.88



3.44



92.44



7.80



20.55



66.80



4.41



4.59



20.99



-281.22



17.33



19.26



19.09



1698.63



21.55



101.10



RSD(%)



22.80



1.22



19.73



29.56



13.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.009



0.001



1.622



0.012



-0.006



0.040



0.006



0.794



0.013



0.006



5.092



0.642



2.150



-0.158



0.009



0.078



0.040



0.000



0.014



0.011



Conc



0.016



1.832



3.897



0.007



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:08



Sample Name CCB



Sample Type CCB



File Name 029_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



457 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.5



94.9



96.2



94.2



98.0



Det



Pulse



Pulse



Pulse



Pulse



85.5



88.6



92.4



89.7



94.9



95.2



0.55



ISTD Recovery%



83.2



91.3



94.6



97.4



99.7



104.7



105.0



103.7



0.92



1.09



0.87



1.17



1.05



1.15



3.41



4.40



0.56



0.80



0.43



1.02



40,405.11



269,164.85



392,107.41



RSD(%)



2.34



2.99



3.86



3.12



4.12



4.45



1,294,160.05



442,979.79



1,529,757.37



152,669.97



960,073.19



87,810.35



2,989,113.60



4,217,012.33



423,206.74



2,508,622.46



90,020.81



76,747.29



CPS



807,958.27



2,123,721.74



581,837.56



2,970,981.52



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.254E-03



8.577E-04



2.370E-03



8.519E-05



1.215E-05



Ratio



213.34



7.67



5.39



555.58



34.67



CPS



-2.70



61.12



-930.73



76.07



116.60



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.393



0.194



-0.003



0.002



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



458 of 556
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.122E-04



2.834E-03



1.244E-02



1.278E-02



6.794E-04



3.703E-03



2.560E-04



4.549E-03



1.107E-02



1.295E-01



6.616E-01



2.780E-04



1.324E-03



2.174E-01



1.422E-02



1.827E-02



6.202E-02



1.435E-02



5.479E-03



1.241E-03



2.628E-04



5.475E-04



3.328E-04



Ratio



2.098E-05



6.152E-03



9.044E-03



7.117E-04



8.578E-04



1,131.17



1,162.29



61.67



413.35



1,006.72



11,775.14



60,149.01



46.51



257.79



19,771.72



1,293.41



1,661.23



5,640.10



336.67



23.33



5,177.89



1,096.77



1,376.81



840.06



703.39



3,343.66



CPS



17.33



5,078.83



19,558.02



2,123.59



2,560.35



42,816.17



16,354.05



106.23



19.76



7.86



1.99



32.59



6.40



52.70



25.31



12.30



1.01



0.59



9.75



6.44



2.66



7.39



2.57



8.88



2.56



0.82



3.53



18.77



17.20



11.39



RSD(%)



4.10



7.29



0.29



5.74



4.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.074



0.126



1.177



0.143



14.917



0.208



0.046



0.126



4.615



14.973



0.047



0.050



18.984



3.498



11.384



8.365



2.244



1.286



0.377



0.199



0.036



0.048



Conc



0.015



1.064



18.582



0.044



0.335



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:13



Sample Name MDL-EPA-MB1CONF



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 59 of 133



Inst QC: MA47752



459 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



96.1



95.3



94.7



97.8



Det



Pulse



Pulse



Pulse



Pulse



86.4



88.4



92.3



89.5



93.9



95.1



0.70



ISTD Recovery%



85.0



93.0



96.2



97.9



99.6



103.7



103.7



104.4



0.96



0.54



0.54



1.04



0.33



0.49



3.23



4.37



1.17



0.57



0.80



0.71



40,025.19



270,727.63



391,416.60



RSD(%)



2.20



2.93



2.19



3.34



3.11



3.80



1,291,877.93



441,962.22



1,514,035.98



152,496.44



963,530.03



88,875.80



2,985,078.36



4,174,896.71



417,853.29



2,525,853.61



90,918.74



76,553.96



CPS



826,229.05



2,162,524.91



591,662.31



2,986,729.23



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



7.150E-03



1.266E-03



3.587E-05



Ratio



15.86



3,160.42



50.67



CPS



3.40



24.06



21.99



RSD(%)



ug/l



ug/l



ug/l



Units



0.787



0.504



0.0132



2



3



Sn



Se



Cd
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Raw Data MA47752    page 60 of 133



Inst QC: MA47752



460 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.042E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.788E+00



1.508E+00



4.014E+00



6.656E-01



3.444E-01



1.870E-01



3.844E-01



9.507E-02



2.818E+00



3.585E+00



2.069E+00



8.717E+01



2.830E-01



1.290E+00



1.640E+01



7.941E+00



2.839E+00



5.518E+00



4.978E-01



2.984E-01



2.483E-01



8.624E-02



9.461E-01



3.221E-01



Ratio



3.351E-01



3.636E-01



6.415E-01



8.827E-01



1.972E-01



350,525.64



58,114.51



30,081.54



79,846.32



172,431.40



246,136.04



312,921.19



180,661.56



7,610,902.75



505,413.56



131,671.88



1,432,134.32



693,395.88



247,842.50



481,768.92



33,562.78



8,284.79



1,056,030.61



366,741.33



2,367,256.22



805,984.33



708,005.54



3,227,142.03



7.87



CPS



274,988.19



298,312.09



1,387,373.89



2,620,473.35



585,457.34



1,499,508.73



898,741.32



7.55



7.51



7.47



7.94



7.23



6.02



7.95



12.79



7.34



8.52



7.24



8.07



0.30



0.47



7.04



7.66



8.15



8.08



0.87



1.67



1.32



0.33



0.95



0.87



RSD(%)



0.72



2.13



0.41



0.86



0.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



80.239



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.075



73.730



74.678



75.176



81.438



71.645



2306.481



80.609



72.133



70.774



73.967



2111.316



68.709



69.563



1990.041



2041.464



1909.725



1967.336



77.894



78.851



77.192



68.059



70.994



68.877



Conc



73.070



71.783



1923.669



70.743



78.862



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:18



Sample Name MDL-EPA-B1CONF



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



461 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



93.3



94.5



90.2



97.7



Det



Pulse



Pulse



Pulse



Pulse



83.2



86.5



87.9



86.6



92.4



93.4



0.22



ISTD Recovery%



84.5



93.0



97.0



97.3



100.5



105.6



107.5



103.4



5.78



6.11



5.20



0.85



1.36



0.60



3.42



3.96



6.26



3.21



5.57



5.19



39,693.08



257,933.59



390,808.59



RSD(%)



2.31



3.33



2.90



2.97



4.36



3.32



1,230,847.90



427,802.48



1,489,526.68



149,699.63



928,494.20



86,291.95



3,013,045.06



4,252,468.06



433,005.27



2,502,136.32



87,600.46



74,935.56



CPS



820,799.40



2,162,812.89



596,092.15



2,969,031.42



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.337E-019,269.875.73ug/l



Units



177.2563Se
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Inst QC: MA47752



462 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.499E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.950E-02



7.931E-02



2.145E-01



1.029E-01



4.710E-03



1.296E-03



5.309E-02



2.284E-03



1.517E-01



9.746E-02



2.923E-02



2.444E+00



1.922E-03



8.994E-03



2.445E+00



9.658E-01



7.152E-02



6.892E-01



1.334E-03



1.260E-02



6.828E-03



2.394E-03



3.249E-03



2.394E-03



Ratio



2.255E-03



4.578E-01



9.716E-02



6.459E-02



2.269E-03



20,371.87



9,772.47



447.34



584.64



6,760.69



14,407.63



9,258.73



2,775.87



232,198.32



3,751.05



7,534.37



232,232.98



91,751.09



6,792.82



65,475.67



5,043.22



216.67



27,659.74



9,694.01



7,849.42



5,778.27



4,641.07



21,711.54



1.87



CPS



1,960.17



397,810.12



211,537.65



187,700.54



6,605.26



3,940.74



37,173.41



4.16



1.94



2.25



2.68



3.23



4.31



2.92



28.33



3.86



3.56



6.92



1.15



3.65



4.34



1.50



2.23



3.05



1.50



12.50



2.22



0.36



1.20



1.32



7.59



RSD(%)



3.41



1.70



0.62



2.66



5.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.356



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.508



3.816



3.890



11.390



1.096



0.496



312.209



1.928



3.816



1.834



1.028



58.155



0.446



0.463



290.304



248.154



47.216



233.567



0.208



3.174



2.114



1.881



0.239



0.489



Conc



0.502



90.422



283.990



5.165



0.900



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:23



Sample Name MDL-EPACONF



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



463 of 556



JC97564



7
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.8



98.5



97.6



93.9



98.7



Det



Pulse



Pulse



Pulse



Pulse



90.3



92.4



92.1



91.3



94.7



95.2



1.12



ISTD Recovery%



89.5



93.6



96.3



95.3



98.4



100.6



100.4



99.9



1.06



1.25



0.75



2.34



2.41



1.47



4.34



4.13



1.63



1.24



0.89



1.32



41,024.77



268,449.60



394,994.74



RSD(%)



1.94



3.20



4.42



3.61



3.74



4.07



1,289,977.48



450,990.84



1,527,210.77



152,548.65



952,968.12



91,081.17



2,950,544.20



4,050,884.63



404,448.91



2,416,585.12



95,012.69



79,967.78



CPS



869,099.50



2,177,513.20



592,281.14



2,906,922.25



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.726E-03152.6715.95ug/l



Units



2.3753Se
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Inst QC: MA47752



464 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.522E-04



1.648E-03



6.878E-03



1.707E-03



7.227E-05



1.769E-03



3.938E-03



3.126E-03



1.086E-01



1.255E-04



5.438E-04



1.022E-01



3.345E-03



2.610E-03



4.124E-02



3.184E-05



1.157E-03



9.602E-05



5.349E-05



1.278E-04



1.415E-04



Ratio



1.597E-05



1.275E-02



4.037E-03



2.304E-04



1.119E-04



635.58



163.34



363.34



288.89



10,028.17



23.30



152.23



9,439.93



308.90



241.12



3,809.45



157.78



6.67



390.02



216.68



310.02



346.69



306.69



1,326.76



CPS



13.33



10,541.99



8,663.79



680.05



333.35



93.33



3,400.57



-201.05



59.79



54.15



39.48



59.29



-16.53



-90.41



19.45



3.22



15.96



9.55



6.43



16.55



19.58



37.49



44.34



8.25



8.42



20.55



61.36



58.77



RSD(%)



15.58



6.59



17.84



76.63



30.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.002



0.031



0.044



5.808



0.105



-0.050



-0.030



0.190



3.145



0.020



0.015



9.893



1.405



1.683



1.805



0.009



0.284



0.043



0.067



0.010



0.014



Conc



0.027



4.742



6.999



0.011



0.074



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:28



Sample Name MDL-AQ-MB1CONF



Sample Type Sample



File Name 033SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 65 of 133



Inst QC: MA47752



465 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



97.1



96.4



93.8



99.1



Det



Pulse



Pulse



Pulse



Pulse



87.8



90.3



92.4



90.2



94.1



94.2



0.88



ISTD Recovery%



85.2



92.3



95.7



97.3



98.1



100.8



101.0



100.9



1.08



0.64



0.43



0.48



0.34



0.20



4.43



4.12



0.96



0.89



0.69



0.51



40,497.65



268,046.28



396,336.18



RSD(%)



2.39



3.74



3.14



4.42



2.76



5.36



1,293,728.14



445,625.31



1,516,976.29



150,980.04



955,025.69



89,764.78



2,940,956.06



4,059,449.73



407,187.50



2,441,313.30



92,365.93



78,177.31



CPS



827,315.46



2,147,503.36



588,654.52



2,970,460.58



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.618E-03



8.397E-04



4.367E-03



8.669E-05



7.217E-06



Ratio



403.34



8.00



3.21



721.14



34.00



CPS



-11.88



37.12



21.00



111.07



151.00



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.640



0.361



0.447



0.005



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Raw Data MA47752    page 66 of 133



Inst QC: MA47752



466 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.014E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.822E+00



7.308E-01



1.938E+00



2.933E-01



1.538E-01



8.678E-02



3.526E-01



4.573E-02



1.365E+00



1.760E+00



1.005E+00



8.548E+01



1.444E-01



6.571E-01



1.626E+01



7.807E+00



2.761E+00



5.387E+00



2.441E-01



1.572E-01



1.207E-01



4.362E-02



4.829E-01



1.638E-01



Ratio



1.645E-01



1.980E-01



6.597E-01



4.476E-01



9.920E-02



168,730.29



25,533.82



13,387.88



37,335.57



86,626.67



118,880.55



153,214.31



87,471.09



7,442,519.98



245,700.62



63,629.39



1,415,432.17



679,748.19



240,425.36



469,065.69



30,697.35



3,981.74



508,199.47



183,693.86



1,205,102.92



408,900.62



360,473.45



1,640,130.22



0.90



CPS



124,453.17



149,738.24



1,355,789.62



1,300,955.09



288,279.62



717,257.73



461,887.04



2.12



1.73



0.80



1.05



1.03



0.86



0.23



2.69



1.50



1.37



1.11



2.63



0.98



0.47



0.99



1.46



1.29



0.79



1.50



0.76



1.21



0.78



0.63



1.55



RSD(%)



2.30



1.76



0.21



0.96



0.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.307



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.208



71.406



72.002



65.943



72.689



66.487



4229.641



77.543



69.819



69.390



71.831



4140.631



70.102



70.858



3946.091



4014.301



3715.155



3840.836



76.399



82.908



75.004



68.839



72.465



70.051



Conc



71.777



78.040



3957.199



71.738



79.335



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:32



Sample Name MDL-AQ-B1CONF



Sample Type Sample



File Name 034SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 67 of 133



Inst QC: MA47752



467 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.2



95.7



94.8



90.3



99.3



Det



Pulse



Pulse



Pulse



Pulse



82.7



83.9



89.4



87.1



95.5



96.3



0.85



ISTD Recovery%



77.8



88.4



91.9



95.2



98.1



104.6



106.9



103.2



0.17



0.18



0.49



0.41



1.06



0.90



3.36



4.47



0.75



1.18



0.42



0.13



39,822.39



258,205.21



397,424.74



RSD(%)



1.39



2.55



3.57



3.46



3.81



3.42



1,251,385.20



430,211.82



1,540,667.96



154,318.48



946,216.01



88,525.73



2,939,023.57



4,210,808.27



430,737.96



2,495,993.76



87,069.18



72,641.61



CPS



756,318.27



2,054,992.10



565,068.41



2,906,213.29



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.034E-018,097.804.44ug/l



Units



308.5023Se
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Raw Data MA47752    page 68 of 133



Inst QC: MA47752



468 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.299E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.156E-02



2.198E-02



1.382E-01



4.608E-02



4.485E-03



1.221E-03



4.911E-02



2.645E-03



7.622E-02



6.012E-02



4.633E-02



1.966E+00



4.154E-03



1.884E-02



2.163E+00



7.941E-01



6.384E-02



7.144E-01



9.985E-04



1.737E-02



1.008E-02



1.309E-03



6.887E-03



4.566E-03



Ratio



1.105E-03



2.440E-01



8.622E-02



6.649E-02



2.553E-03



13,236.48



4,412.98



429.68



560.85



10,558.75



7,299.78



5,759.05



4,436.33



188,283.20



2,065.24



2,105.74



207,172.33



76,064.78



6,113.89



68,428.91



4,703.09



253.34



41,218.71



5,344.62



16,938.76



11,225.50



10,211.24



46,325.52



1.69



CPS



968.05



213,413.36



191,358.38



198,633.56



7,625.80



2,993.79



52,050.11



1.60



0.85



0.98



1.80



6.80



5.81



3.45



1.32



1.60



1.67



5.46



0.66



1.16



1.75



0.77



1.07



4.20



0.15



15.14



1.85



2.86



5.70



2.48



1.82



RSD(%)



12.19



3.01



1.02



0.72



1.28



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



7.914



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.551



2.022



4.938



9.902



2.085



0.934



576.448



4.468



3.764



2.191



3.280



93.143



1.976



1.989



511.995



408.039



84.105



485.208



0.311



8.872



6.252



2.049



1.024



1.907



Conc



0.502



96.259



502.109



10.634



2.026



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:37



Sample Name MDL-AQCONF



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 69 of 133



Inst QC: MA47752



469 of 556



JC97564



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



99.8



98.0



95.1



99.8



Det



Pulse



Pulse



Pulse



Pulse



91.0



92.8



94.2



93.0



95.3



95.5



0.41



ISTD Recovery%



90.0



95.4



96.6



97.9



100.0



101.5



100.8



101.7



0.76



0.88



0.42



0.43



0.73



0.30



2.22



4.48



0.85



0.83



0.52



0.95



41,180.71



271,965.44



399,269.93



RSD(%)



2.39



2.74



3.62



3.08



2.63



3.13



1,319,483.04



459,291.11



1,536,783.10



153,058.70



954,306.98



92,323.44



2,996,665.35



4,087,757.86



406,167.97



2,459,063.40



95,785.74



80,370.16



CPS



874,803.14



2,219,259.71



593,784.60



2,987,630.69



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.137E-0388.0014.26ug/l



Units



2.3353Se
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Raw Data MA47752    page 70 of 133



Inst QC: MA47752



470 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.0



94.7



97.3



RSD(%)



3.66



2.33



3.81



CPS



825,896.60



2,201,918.20



598,110.58



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-01



2.748E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.099E+00



1.075E+00



2.857E+00



4.739E-01



2.209E-01



1.354E-01



8.647E-01



5.932E-02



2.028E+00



2.586E+00



1.446E+00



2.156E+02



2.124E-01



9.702E-01



4.107E+01



2.004E+01



7.240E+00



1.392E+01



3.215E-01



2.013E-01



1.666E-01



6.488E-02



6.938E-01



2.397E-01



Ratio



2.484E-01



5.529E-01



1.652E+00



6.672E-01



1.304E-01



263,968.31



43,787.43



20,417.51



60,171.85



114,456.97



10,999.83



187,372.79



239,025.50



133,609.36



19,926,701.98



378,822.13



99,336.01



3,795,804.43



1,851,566.87



669,152.77



1,286,350.09



79,918.80



5,481.16



706,818.53



275,411.15



1,725,810.13



596,091.75



528,304.85



2,412,646.66



1.18



1.64



CPS



205,020.97



456,250.60



3,638,465.47



1,968,264.24



384,641.30



956,203.06



598,696.28



1.50



2.23



1.56



2.13



0.87



1.07



0.53



4.06



1.10



0.66



0.45



1.12



0.33



0.69



1.11



1.01



0.77



0.92



1.65



0.73



3.26



2.24



2.31



0.52



RSD(%)



2.90



3.63



0.61



1.02



0.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.897



208.584



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.174



52.550



53.116



53.443



52.230



51.862



5197.800



50.288



51.873



51.036



51.688



5223.579



51.577



52.323



4996.557



5151.096



4872.057



4983.856



50.309



53.141



51.772



51.203



52.058



51.242



Conc



54.172



109.241



4968.553



53.469



52.149



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:42



Sample Name CCVA



Sample Type CCV



File Name 036_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



96.3



95.2



90.8



98.8



Pulse



87.8



89.6



91.5



90.0



96.6



98.0



0.72



96.7



99.2



105.5



105.9



102.8



0.25



0.21



0.57



1.77



0.67



0.54



5.08



4.05



1.85



0.89



0.21



0.32



40,018.52



259,488.38



395,365.12



2.23



2.82



5.48



1,281,664.60



444,431.95



1,558,256.19



157,051.42



950,740.31



89,032.46



2,973,940.53



4,248,306.29



426,792.38



2,487,108.09



92,424.55



77,577.44



2,949,565.06



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752
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JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.320E-04



1.410E-03



7.234E-03



1.607E-03



0.000E+00



2.919E-03



6.310E-03



5.936E-04



7.190E-02



1.273E-04



5.351E-04



9.657E-02



2.425E-03



4.340E-03



3.705E-02



7.519E-05



9.863E-04



1.644E-04



1.609E-05



2.967E-04



1.655E-04



Ratio



3.088E-05



1.363E-02



4.279E-03



2.040E-04



1.304E-04



650.03



262.23



566.69



53.33



6,459.38



47.76



126.67



8,676.09



217.78



390.01



3,329.33



144.45



0.00



680.05



66.67



733.39



410.03



313.35



1,323.42



CPS



25.33



11,189.16



9,113.35



600.04



383.36



220.01



2,893.79



80.45



295.74



38.25



63.76



0.00



325.22



67.12



81.23



6.84



100.68



57.88



4.25



25.65



5.90



-50.26



16.59



10.40



20.00



147.69



23.24



45.90



RSD(%)



15.84



2.42



10.81



24.81



9.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.004



0.029



2.303



-0.009



0.004



0.032



0.004



0.684



0.010



0.007



4.258



0.466



2.006



-0.599



0.011



0.097



0.043



0.004



0.017



0.012



Conc



0.017



2.544



4.230



0.003



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:47



Sample Name CCB



Sample Type CCB



File Name 037_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.4



96.2



95.5



92.8



97.8



Det



Pulse



Pulse



Pulse



Pulse



85.4



88.1



91.6



88.5



92.9



93.8



0.33



ISTD Recovery%



84.5



91.6



93.9



96.5



98.0



102.5



102.8



102.3



0.93



1.06



0.57



0.31



0.49



0.72



2.79



3.29



0.41



1.48



0.66



0.81



40,143.33



265,369.83



391,357.45



RSD(%)



0.74



2.37



3.41



4.34



3.41



2.39



1,283,101.13



437,168.14



1,497,595.67



150,321.76



948,990.00



89,013.32



2,936,373.51



4,126,604.63



414,418.28



2,475,017.20



89,845.29



76,281.25



CPS



821,097.97



2,129,569.97



577,048.53



2,945,612.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.289E-03



8.140E-04



2.746E-03



9.275E-05



1.493E-05



Ratio



246.67



8.33



6.55



563.35



32.67



CPS



-2.22



37.85



33.82



216.35



118.35



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.386



0.161



0.040



0.004



0.005



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



474 of 556
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.030E-04



1.469E-03



6.055E-03



3.662E-03



4.887E-05



2.555E-03



5.902E-05



1.111E-03



2.398E-03



9.332E-04



4.408E-02



1.488E-04



5.203E-04



1.023E-01



4.267E-03



2.233E-03



3.859E-02



2.876E-05



3.418E-04



7.326E-05



2.447E-05



1.458E-04



1.241E-04



Ratio



2.703E-05



1.044E-02



6.259E-03



3.544E-04



9.134E-05



575.57



347.79



4.67



105.56



227.78



88.89



4,188.46



28.88



140.00



9,724.57



405.57



212.23



3,668.31



243.34



5.56



300.02



100.00



360.02



306.69



366.69



1,286.75



CPS



24.00



9,265.48



14,017.67



1,050.08



270.01



86.67



1,020.08



-482.28



265.20



71.77



25.03



-76.47



33.70



111.49



-9.19



-15.11



43.55



392.21



42.81



21.42



6.24



3.52



39.13



-436.65



54.57



-5.60



53.63



52.34



14.64



86.13



RSD(%)



10.34



4.01



0.82



22.78



18.58



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



0.034



0.034



0.718



-0.032



40.030



0.205



-0.210



-0.227



0.082



0.048



0.077



0.031



24.800



4.698



2.937



-0.247



0.019



-0.369



0.072



0.054



0.031



0.017



Conc



0.080



9.567



50.968



0.078



0.143



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 14:52



Sample Name MDL-SOIL-MB1CONF



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.7



98.5



96.4



94.2



98.1



Det



Pulse



Pulse



Pulse



Pulse



90.3



91.7



93.5



91.6



94.5



95.5



0.16



ISTD Recovery%



91.3



96.3



99.1



97.2



99.5



102.1



101.5



102.2



0.39



1.10



1.07



0.51



0.76



0.60



1.60



4.32



1.78



0.83



0.73



0.84



40,500.92



269,328.20



392,474.71



RSD(%)



0.71



3.04



1.85



3.46



3.69



3.14



1,309,191.20



452,697.72



1,523,564.84



153,143.81



961,967.64



91,117.99



2,983,432.15



4,111,805.56



409,205.83



2,471,951.42



95,057.30



79,398.80



CPS



887,067.65



2,239,735.28



609,036.00



2,966,020.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



4.126E-04



8.228E-04



4.707E-06



Ratio



2.12



186.67



33.33



CPS



-1.57



23.48



170.46



RSD(%)



ug/l



ug/l



ug/l



Units



-2.807



0.837



0.0052



2



3



Sn



Se



Cd
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Inst QC: MA47752
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JC97564



7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



82.3



91.4



93.7



RSD(%)



2.59



2.92



3.82



CPS



799,894.03



2,125,556.32



576,365.20



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.276E-01



1.244E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.855E+00



7.488E-01



2.007E+00



3.458E-01



1.702E-01



9.150E-02



3.617E-01



4.671E-02



1.384E+00



1.779E+00



9.987E-01



8.624E+01



1.415E-01



6.447E-01



1.664E+01



7.919E+00



2.812E+00



5.468E+00



1.247E-01



1.766E-01



1.259E-01



4.346E-02



4.633E-01



1.591E-01



Ratio



1.692E-01



1.956E-01



6.628E-01



4.470E-01



9.819E-02



176,372.50



30,385.90



14,961.84



39,124.85



97,308.61



4,836.89



121,638.74



156,351.61



87,772.02



7,579,101.37



250,929.02



65,809.44



1,462,602.55



695,925.60



247,109.80



480,514.74



31,790.85



4,105.11



523,619.51



180,842.56



1,151,460.19



395,485.61



351,712.77



1,602,852.45



1.63



4.90



CPS



135,271.75



156,382.32



1,408,687.84



1,298,385.37



285,251.65



366,491.15



519,043.86



0.41



0.68



0.37



0.81



1.65



1.00



1.79



1.98



0.87



1.09



0.70



0.76



2.86



2.16



0.51



0.66



0.40



0.79



1.98



0.53



1.20



1.75



3.25



3.68



RSD(%)



3.49



4.65



0.56



0.64



0.37



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



224.485



470.822



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



185.169



182.921



186.426



194.602



201.211



175.247



10849.999



197.998



176.939



175.383



178.513



10443.262



171.702



173.812



10100.312



10178.977



9457.486



9746.204



97.542



232.990



195.651



171.477



173.794



170.051



Conc



184.514



192.793



9939.218



179.073



196.315



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 14:57



Sample Name MDL-SOIL-B1CONF



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.4



93.8



92.6



89.6



96.4



Pulse



83.5



86.0



89.4



86.6



93.6



94.3



0.68



95.2



98.1



103.3



103.9



102.8



1.29



0.42



0.52



0.75



1.14



0.48



4.53



3.46



0.48



1.22



0.46



0.79



38,893.07



256,082.01



385,696.33



3.24



3.49



4.36



1,252,566.48



427,613.89



1,510,167.27



151,148.10



937,986.01



86,723.45



2,939,354.74



4,160,458.17



418,595.00



2,486,159.34



87,883.15



74,455.83



2,904,921.42



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh
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3



3



3



Rh
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Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.142E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.064E-02



4.279E-02



2.154E-01



1.039E-01



4.063E-03



1.322E-03



6.765E-02



1.708E-03



7.305E-02



6.525E-02



2.734E-02



6.670E-01



1.953E-03



8.637E-03



2.586E+00



1.218E+00



8.113E-02



8.527E-01



2.516E-03



1.176E-01



1.062E-02



2.457E-03



1.993E-03



2.158E-03



Ratio



2.359E-03



2.287E-01



1.293E-01



5.378E-02



2.071E-03



20,909.35



10,082.67



394.34



602.56



52,049.92



7,088.56



6,334.87



2,652.51



64,738.83



3,942.67



4,152.90



250,881.27



118,164.59



7,872.27



82,745.09



6,564.96



165.56



43,181.69



9,984.23



4,804.45



5,207.95



4,707.76



20,827.55



9.48



CPS



2,145.52



207,986.14



290,873.63



159,198.27



6,131.68



7,459.06



347,935.15



5.19



1.70



1.91



1.21



5.58



7.12



1.67



12.84



1.49



7.62



5.07



3.43



2.23



0.74



2.16



0.97



2.11



1.46



6.46



4.47



3.54



3.46



3.70



4.71



RSD(%)



2.79



0.62



1.54



1.75



4.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



111.033



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.616



10.146



19.538



57.525



4.715



2.529



1999.269



7.196



9.005



5.985



4.805



75.514



2.269



2.221



1537.444



1564.577



268.439



1461.324



1.965



154.875



16.473



9.655



0.724



2.193



Conc



2.623



225.507



1904.194



21.490



4.102



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn
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Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 15:02



Sample Name MDL-SOILCONF



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



99.2



97.7



93.1



96.9



Det



Pulse



Pulse



Pulse



Pulse



92.2



94.7



92.7



92.3



94.0



94.5



1.95



ISTD Recovery%



93.6



96.7



99.1



97.0



98.8



100.9



99.6



99.7



0.46



0.69



0.90



2.70



1.37



1.75



4.10



3.34



1.28



1.02



0.48



1.23



41,033.68



266,165.48



387,571.75



RSD(%)



2.79



2.99



3.24



3.30



3.29



3.30



1,298,525.02



455,879.11



1,515,779.21



151,429.83



950,110.28



91,770.92



2,961,705.62



4,064,771.50



401,529.37



2,411,046.06



97,047.79



81,955.93



CPS



909,372.25



2,248,961.27



609,279.49



2,961,123.29



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.062E-0384.6719.55ug/l



Units



5.5523Se
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



86.0



94.3



95.3



RSD(%)



2.36



4.53



5.26



CPS



835,676.91



2,192,504.71



585,718.57



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.604E-01



2.680E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.094E+00



1.069E+00



2.826E+00



4.684E-01



2.220E-01



1.361E-01



8.785E-01



6.031E-02



2.018E+00



2.578E+00



1.450E+00



2.180E+02



2.137E-01



9.744E-01



4.163E+01



2.006E+01



7.208E+00



1.403E+01



3.285E-01



2.047E-01



1.719E-01



6.604E-02



6.932E-01



2.420E-01



Ratio



2.473E-01



5.442E-01



1.664E+00



6.669E-01



1.322E-01



263,975.65



43,740.54



20,730.65



59,454.52



113,775.41



10,402.70



188,449.14



240,744.05



135,419.17



20,360,808.63



382,306.12



99,880.47



3,887,948.74



1,873,757.29



673,215.63



1,310,090.89



82,044.19



5,632.32



688,066.12



264,493.06



1,633,180.60



570,194.86



503,381.97



2,294,909.73



0.88



2.07



CPS



206,689.78



454,835.19



3,646,991.40



1,915,985.54



379,702.97



941,195.87



586,179.22



1.67



1.44



0.72



1.61



1.65



0.63



0.92



3.09



2.31



2.10



2.57



1.34



2.32



2.00



0.65



0.67



1.54



0.82



1.10



1.18



2.56



1.24



3.59



3.60



RSD(%)



2.28



1.23



0.56



1.36



0.65



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.476



203.392



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.098



52.278



52.555



52.817



52.478



52.129



5280.341



51.127



51.623



50.867



51.845



5281.492



51.885



52.546



5064.152



5158.039



4850.534



5022.769



51.403



54.036



53.444



52.118



52.015



51.748



Conc



53.939



107.531



5002.579



53.448



52.872



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1
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1



1



1



1



1



1



1



ISTD
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Se
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V
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Pb



Pb



Na
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Al



K



Ag



Sn
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Tl



Pb
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B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 15:31



Sample Name CCVA



Sample Type CCV



File Name 041_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.1



93.4



92.4



87.9



95.8



Pulse



88.7



89.3



90.2



88.4



94.7



96.1



0.42



94.1



95.6



99.5



99.3



97.4



0.85



0.50



0.77



0.70



1.09



0.93



6.62



5.66



0.56



0.49



0.28



0.79



38,807.22



251,406.54



383,250.70



4.70



4.70



7.32



1,263,012.17



436,886.16



1,526,791.89



154,036.62



935,307.19



86,366.83



2,864,980.89



4,006,388.79



400,153.30



2,355,429.55



93,395.80



77,295.91



2,871,992.46



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.909E-04



1.595E-03



5.578E-03



1.496E-03



4.933E-05



2.538E-03



6.344E-03



5.378E-04



7.309E-02



1.103E-04



4.855E-04



9.116E-02



2.724E-03



4.473E-03



3.925E-02



6.779E-05



1.405E-03



1.671E-04



2.089E-05



2.468E-04



1.211E-04



Ratio



3.967E-05



1.063E-02



3.990E-03



1.928E-04



1.285E-04



505.57



230.00



575.58



48.89



6,627.23



35.54



144.45



8,262.51



246.67



405.57



3,558.27



135.56



4.45



670.04



83.33



603.37



296.68



270.01



1,186.74



CPS



33.33



8,943.04



8,673.07



566.70



380.02



196.68



4,104.15



223.05



165.09



-261.73



50.66



110.25



-43.42



41.86



348.93



6.87



94.42



28.37



9.71



18.02



5.04



64.21



34.58



9.29



22.32



82.54



5.28



84.38



RSD(%)



20.81



5.18



15.30



103.86



26.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.013



-0.002



1.632



0.033



-0.005



0.033



0.002



0.712



0.006



0.004



3.599



0.543



2.095



0.190



0.010



0.208



0.044



0.008



0.014



0.003



Conc



0.019



1.951



3.358



0.003



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 15:36



Sample Name CCB



Sample Type CCB



File Name 042_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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JC97564



7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.0



94.5



92.2



90.5



94.1



Det



Pulse



Pulse



Pulse



Pulse



86.1



87.1



91.3



88.1



91.5



92.2



0.50



ISTD Recovery%



86.5



93.5



95.1



96.6



97.6



99.7



98.9



101.1



1.49



1.65



1.47



0.63



0.64



0.85



5.22



2.87



1.11



1.43



0.13



1.19



38,739.37



258,846.20



376,645.11



RSD(%)



2.44



3.37



3.90



2.58



3.88



5.30



1,278,292.59



435,298.91



1,474,867.89



147,745.68



924,613.99



87,409.81



2,925,550.47



4,015,033.58



398,669.15



2,446,050.43



90,656.13



75,380.99



CPS



840,841.84



2,175,480.07



584,798.61



2,946,862.15



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.824E-03



8.088E-04



2.354E-03



9.937E-05



1.755E-05



Ratio



213.34



9.00



7.66



794.48



31.33



CPS



-13.76



14.01



-428.25



52.36



75.60



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.279



0.157



-0.005



0.005



0.006



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



484 of 556



JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.973E-04



1.565E-03



8.270E-03



1.470E-02



2.384E-04



2.041E-03



3.847E-05



1.091E-02



1.461E-02



1.439E-03



7.068E-02



1.525E-04



6.663E-04



1.201E-01



4.542E-03



2.415E-03



3.831E-02



5.727E-05



3.815E-03



3.041E-04



3.072E-05



2.376E-04



1.712E-04



Ratio



2.733E-05



1.239E-02



4.716E-03



2.789E-04



1.106E-04



715.58



1,272.30



20.67



944.49



1,264.51



124.45



6,119.22



34.43



135.56



10,395.06



393.34



208.89



3,317.11



176.67



3.33



1,276.79



130.01



590.04



423.36



376.69



1,650.11



CPS



21.33



9,592.43



9,813.93



813.40



323.35



166.68



11,098.43



96.52



76.08



21.42



3.00



34.05



20.66



1.17



5.42



6.19



67.87



6.01



40.69



17.06



3.26



13.71



35.19



-449.95



7.83



1.56



13.86



35.43



10.71



57.58



RSD(%)



13.65



3.56



6.01



31.84



32.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.023



0.096



2.789



0.077



9.823



0.047



0.418



0.392



0.069



1.308



0.033



0.028



14.250



2.020



1.420



-0.294



0.017



1.692



0.172



0.031



0.026



0.027



Conc



0.032



4.596



11.092



0.019



0.073



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:41



Sample Name mp18106-mb1 4



Sample Type Sample



File Name 043SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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JC97564



7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.8



92.0



92.3



88.9



94.5



Det



Pulse



Pulse



Pulse



Pulse



82.3



83.9



89.2



84.9



92.0



92.9



0.27



ISTD Recovery%



79.8



89.5



93.3



95.7



97.0



104.6



104.6



102.5



0.40



0.61



1.07



0.37



1.77



0.57



4.19



3.36



0.85



1.26



1.66



1.24



38,774.92



254,135.82



378,006.34



RSD(%)



3.60



2.96



3.92



2.82



3.35



4.78



1,249,586.10



419,378.28



1,484,047.20



148,983.85



922,538.12



85,112.48



2,908,235.42



4,211,561.08



421,364.99



2,479,277.46



86,560.65



72,654.99



CPS



774,980.67



2,080,621.32



573,312.86



2,918,866.00



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



4.734E-03



6.006E-04



1.301E-05



Ratio



5.42



1,985.73



23.33



CPS



7.49



-14146.63



154.61



RSD(%)



ug/l



ug/l



ug/l



Units



0.607



-0.003



0.0082



2



3



Sn



Se



Cd
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Inst QC: MA47752
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JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.566E-02



2.572E-04



Det



Pulse



Pulse



Pulse



Pulse



1.920E-02



8.593E-03



1.415E-01



1.426E-03



4.533E-03



9.314E-02



1.003E-02



5.563E-03



4.971E-02



5.418E-03



1.821E-04



1.188E-02



6.087E-04



1.764E-04



1.539E-04



1.663E-04



6.179E-04



2.404E-01



Ratio



3.335E-05



1.162E-02



1.074E-02



6.665E-03



1.373E-04



4.521E-05



2.476E-03



1.850E-04



387.79



7,966.85



1,338.98



22.00



15.56



1,015.61



1,642.34



734.47



12,106.53



122.20



1,510.10



20,564.01



858.93



475.57



4,251.81



463.35



7,145.55



770.06



2,533.68



430.02



376.69



406.69



CPS



25.33



8,898.62



22,348.78



19,481.37



400.02



130.01



1.80



31.42



12.83



0.80



3.85



1.80



7.49



6.17



14.31



8.89



1.51



13.38



22.10



16.51



19.40



2.27



13.30



15.60



14.67



19.94



7.25



23.78



4.29



15.77



ug/l



ug/l



RSD(%)



27.13



2.41



1.14



2.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.313



3.259



3.006



0.086



0.291



0.468



0.573



0.581



4.741



0.029



0.023



43.558



4.844



5.657



7.889



50.484



0.982



0.098



0.944



0.017



0.020



0.039



Conc



0.035



4.293



47.402



1.043



0.094



0.013



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/5/2019 7:38



Bkg File



Total Dilution 2.000



Operator Name Metals



Acq Mode Spectrum



Comment Cu?



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/4/2019 15:46



Sample Name jc97564-3



Sample Type Sample



File Name 044SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



92.3



90.8



91.3



91.1



87.6



94.0



101.1



81.3



83.3



88.4



84.1



91.7



0.55



0.65



ISTD Recovery%



78.8



89.5



91.6



95.7



96.2



103.4



103.3



1.15



0.35



1.84



1.78



0.98



1.91



2.38



3.00



3.74



1.27



0.72



0.48



RSD(%)



2.04



3.73



3.04



3.39



2.75



147,877.92



912,546.42



84,409.75



38,285.86



250,412.18



376,277.61



2,444,446.58



85,544.20



72,136.85



1,237,784.57



415,408.53



1,478,251.26



CPS



765,762.70



2,080,517.68



563,413.19



2,921,313.71



2,884,100.26



4,162,632.44



416,424.41



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Ratio Det Time(sec) Rep



0.50



0.30



0.30



Pulse



Pulse



Pulse



1.296E-05



3.310E-03



6.431E-0424.67



5.40



1,374.54



42.04



144.23



240.76



ug/l



ug/l



ug/l0.062



0.008



0.037



2



2



3



Cd



Sn



Se



Page 2 of 2 Printed at: 8:28 AM on:11/5/2019



Raw Data MA47752    page 88 of 133



Inst QC: MA47752



488 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.932E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.915E+00



7.660E-01



2.028E+00



3.032E-01



1.465E-01



9.199E-02



3.355E-01



4.411E-02



1.441E+00



1.825E+00



1.037E+00



8.329E+01



1.583E-01



7.180E-01



1.567E+01



7.493E+00



2.619E+00



5.109E+00



2.268E-01



1.492E-01



1.147E-01



4.489E-02



5.010E-01



1.778E-01



Ratio



1.745E-01



2.067E-01



6.329E-01



4.634E-01



9.402E-02



177,028.66



26,465.63



12,790.32



38,437.24



80,716.58



125,770.54



159,334.54



90,554.94



7,270,043.60



254,402.61



66,855.80



1,368,153.77



654,046.94



228,630.54



445,903.94



29,286.46



3,849.48



489,003.91



191,330.24



1,241,717.27



440,727.12



392,441.69



1,780,031.97



0.57



CPS



132,222.00



156,574.43



1,337,866.00



1,347,837.40



273,556.12



663,932.26



436,738.03



2.07



2.34



1.56



1.76



1.60



1.67



1.87



4.92



1.86



0.62



0.76



0.94



0.75



1.03



1.36



0.86



1.41



0.89



0.50



1.54



0.79



1.28



1.03



1.18



RSD(%)



2.26



4.88



0.73



0.58



0.81



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.027



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.616



74.852



75.364



68.193



69.273



70.478



4024.729



74.786



73.694



71.985



74.177



4034.456



76.865



77.432



3804.266



3852.716



3523.907



3640.754



70.980



78.682



71.315



70.843



75.188



76.007



Conc



76.140



81.500



3795.525



74.260



75.193



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:51



Sample Name mp18106-b1



Sample Type Sample



File Name 045SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.6



92.8



92.5



86.9



94.5



Det



Pulse



Pulse



Pulse



Pulse



82.9



84.1



88.1



84.6



92.5



94.2



0.83



ISTD Recovery%



78.0



90.9



92.8



95.3



97.7



105.8



106.2



102.5



0.45



1.39



0.81



0.41



1.58



1.54



3.93



4.63



1.18



1.10



0.35



1.02



38,850.70



248,306.57



377,979.94



RSD(%)



0.94



3.43



3.83



3.80



3.64



4.28



1,233,792.07



417,866.77



1,491,786.75



150,919.06



909,841.42



85,807.79



2,927,064.23



4,262,584.00



427,811.20



2,478,291.00



87,289.38



72,802.51



CPS



757,639.32



2,113,595.91



570,307.10



2,909,194.64



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.058E-017,997.084.09ug/l



Units



312.0753Se
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.7



RSD(%)



0.86



CPS



745,012.38



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.943E-01



2.522E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.905E+00



7.613E-01



2.103E+00



3.142E-01



3.176E+00



9.047E-02



7.026E-01



4.453E-02



1.426E+00



1.852E+00



1.227E+00



3.102E+02



1.592E-01



7.262E-01



2.715E+01



8.912E+00



2.693E+00



8.535E+00



2.264E-01



1.507E-01



1.152E-01



4.851E-02



5.069E-01



1.803E-01



Ratio



1.754E-01



2.326E-01



1.352E+00



6.234E-01



9.563E-02



175,959.60



26,294.19



265,766.34



36,707.42



78,830.81



7,578.82



119,306.72



154,989.64



102,626.21



25,951,918.41



243,070.93



63,695.22



2,271,440.60



745,654.57



225,330.72



714,095.82



58,793.65



3,726.12



480,420.51



202,303.81



1,226,923.58



436,334.34



385,475.01



1,757,868.11



0.37



16.32



CPS



130,704.24



173,301.30



2,749,095.17



1,748,800.65



268,276.76



644,535.73



429,242.05



0.40



0.59



0.42



2.22



0.19



1.89



1.12



1.50



0.57



0.64



0.32



0.15



1.99



1.68



1.08



0.70



0.22



0.59



1.12



0.95



0.98



1.15



1.86



1.91



RSD(%)



1.27



2.57



0.57



2.37



0.98



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.474



382.700



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.359



74.387



78.152



70.687



1502.292



69.310



8443.607



75.497



72.916



73.048



87.701



15028.926



77.318



78.317



6599.987



4582.287



3623.061



6100.993



70.851



79.509



71.601



76.569



76.066



77.075



Conc



76.526



91.736



8127.962



99.914



76.474



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:57



Sample Name mp18106-s1



Sample Type Sample



File Name 046SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.8



72.8



72.7



67.9



74.6



Pulse



Pulse



Pulse



79.5



80.9



84.6



82.1



91.3



92.5



18.38



87.4



91.2



92.0



95.0



103.6



105.5



100.1



0.69



0.87



0.85



20.64



14.40



19.20



2.58



3.30



1.14



0.45



0.81



0.72



30,524.31



194,011.77



298,356.56



1.29



2.47



3.44



3.82



3.21



1,184,169.75



405,753.52



1,472,652.27



148,226.45



892,281.49



67,294.94



2,847,863.31



4,170,672.96



425,088.66



2,420,187.20



83,672.88



70,029.29



2,033,208.82



560,767.48



2,805,823.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.7



92.5



93.7



RSD(%)



0.58



3.15



5.05



CPS



822,816.50



2,150,227.26



576,131.45



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.000E-02



2.096E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.409E-01



1.052E-01



1.863E-01



3.840E-02



2.791E-01



7.528E-03



5.924E-02



3.868E-03



1.211E-01



2.078E-01



1.079E-01



2.405E+01



1.300E-02



5.896E-02



2.298E+00



7.370E-01



2.253E-01



7.359E-01



1.865E-02



1.514E-02



9.862E-03



4.156E-03



4.058E-02



1.475E-02



Ratio



1.406E-02



2.573E-02



1.176E-01



4.941E-02



7.625E-03



16,862.72



3,476.04



25,264.88



3,243.33



8,619.56



796.70



10,966.68



18,807.36



9,769.13



2,176,363.25



21,804.83



9,518.95



207,971.90



66,704.54



20,389.33



66,605.68



5,362.20



350.01



40,509.76



17,081.73



98,531.67



35,822.13



31,553.96



143,121.72



2.17



10.52



CPS



11,571.52



21,169.65



252,802.23



145,004.93



22,366.17



54,244.51



44,017.46



1.05



0.90



1.25



2.71



0.78



4.13



1.50



4.64



5.66



2.68



2.34



0.40



1.17



0.58



0.60



1.14



2.29



1.40



2.84



2.44



1.55



1.29



1.57



0.84



RSD(%)



0.69



0.36



0.87



2.66



2.02



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



83.987



386.998



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.031



127.049



84.128



102.034



1649.889



72.075



8730.672



81.768



75.822



100.362



96.075



14540.297



78.417



78.972



6810.631



4733.200



3767.808



6258.037



72.962



96.130



76.435



81.797



76.003



78.325



Conc



76.920



123.445



8637.499



98.684



76.044



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Se
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Co
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Ti



V



Cr
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K
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Sn
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Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:02



Sample Name mp18106-s1



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.6



94.1



90.5



88.7



93.4



Pulse



86.0



87.9



90.0



87.2



92.5



93.3



0.72



96.1



97.0



102.0



101.7



100.4



1.18



0.27



0.46



0.69



0.57



0.31



4.55



3.57



0.88



1.72



1.11



0.65



38,017.21



253,560.14



373,617.26



3.13



3.90



4.79



1,260,550.54



430,880.59



1,492,235.77



149,524.91



930,697.12



87,042.39



2,908,846.18



4,108,863.17



409,650.32



2,427,474.08



90,508.17



76,135.07



2,933,663.19



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.5



RSD(%)



2.16



CPS



743,534.96



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.945E-01



2.053E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.928E+00



7.684E-01



2.114E+00



3.224E-01



3.125E+00



9.189E-02



7.016E-01



4.497E-02



1.443E+00



1.858E+00



1.240E+00



3.057E+02



1.622E-01



7.376E-01



2.717E+01



8.945E+00



2.653E+00



8.444E+00



2.285E-01



1.520E-01



1.153E-01



4.861E-02



5.104E-01



1.829E-01



Ratio



1.785E-01



2.342E-01



1.363E+00



6.160E-01



9.555E-02



177,567.60



27,081.28



262,462.61



36,998.07



78,302.33



7,724.91



121,209.37



156,007.77



104,155.10



25,677,140.09



245,934.53



64,537.80



2,281,469.98



751,269.19



222,833.94



709,194.52



58,921.74



3,776.12



479,139.41



201,914.42



1,231,920.79



441,492.68



391,660.91



1,780,406.07



0.71



4.79



CPS



132,708.10



174,076.15



2,774,398.71



1,733,998.83



268,984.56



650,949.07



433,128.47



0.53



0.09



0.11



0.53



0.42



2.07



0.19



1.68



0.74



0.56



0.03



0.66



0.48



0.92



0.64



0.65



0.68



0.11



1.22



0.49



1.45



1.24



0.60



1.39



RSD(%)



1.59



3.17



0.72



0.72



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.551



311.404



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.963



75.089



78.573



72.557



1478.093



70.395



8431.192



76.239



73.805



73.255



88.676



14814.270



78.774



79.547



6604.053



4599.318



3569.495



6036.158



71.508



80.172



71.692



76.713



76.598



78.218



Conc



77.874



92.374



8191.922



98.722



76.417



2



2



2



2



2



3
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2



2
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2
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Tune
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1



1



1



1
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Fe



Pb



Pb
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K
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Sn
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B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 16:07



Sample Name mp18106-s2



Sample Type Sample



File Name 048SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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7
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.5



89.2



89.6



83.4



91.2



Pulse



Pulse



Pulse



79.8



81.4



85.0



81.5



90.5



91.7



0.14



87.5



90.9



92.3



95.1



103.1



103.5



99.8



0.88



0.49



0.33



0.34



0.69



0.21



3.30



3.93



0.72



0.53



0.81



0.41



37,630.69



238,284.27



364,922.87



2.47



2.84



3.22



4.51



3.23



1,190,180.20



402,632.79



1,459,694.01



146,947.26



889,241.70



82,454.46



2,849,710.40



4,153,199.63



417,088.56



2,413,816.47



83,984.69



70,454.86



2,036,152.57



558,972.78



2,815,013.08



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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JC97564



7
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.2



93.1



94.8



RSD(%)



1.96



2.85



3.51



CPS



827,784.87



2,165,217.57



582,855.72



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.786E-02



2.257E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.601E-01



1.069E-01



1.998E-01



3.578E-02



2.948E-01



8.104E-03



6.451E-02



4.263E-03



1.327E-01



2.069E-01



1.165E-01



2.521E+01



1.381E-02



6.253E-02



2.466E+00



7.914E-01



2.415E-01



7.842E-01



1.978E-02



1.368E-02



1.084E-02



4.296E-03



4.313E-02



1.544E-02



Ratio



1.482E-02



2.583E-02



1.220E-01



5.395E-02



8.170E-03



18,070.82



3,237.09



26,667.86



3,481.23



7,671.21



849.37



12,003.09



18,717.24



10,538.56



2,280,570.05



23,527.36



9,670.15



223,090.05



71,588.15



21,844.86



70,937.68



5,835.73



385.57



44,238.50



17,542.44



104,437.05



37,386.90



33,438.78



151,401.47



0.77



2.39



CPS



12,262.77



21,381.02



264,151.36



156,006.95



23,631.60



57,645.15



39,837.32



0.25



4.79



0.46



1.88



0.89



7.01



2.23



5.41



1.37



3.05



3.91



1.90



1.33



1.97



1.36



0.87



2.69



0.79



1.90



3.75



3.03



0.80



1.97



3.51



RSD(%)



2.50



1.51



0.64



1.53



2.47



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.269



417.764



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



84.240



129.183



90.394



94.610



1742.452



77.585



9523.012



90.142



83.221



99.937



103.741



15245.031



83.356



83.794



7323.564



5082.619



4040.170



6691.378



77.372



86.487



84.039



84.555



80.804



81.978



Conc



81.025



123.970



8970.811



107.786



81.492



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Se
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V
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Mn



Fe



Pb



Pb
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Al



K



Ag



Sn
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Ba



Tl



Pb



Element



Be



B



Ca
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:12



Sample Name mp18106-s2



Sample Type Sample



File Name 049SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.2



94.1



89.6



87.4



91.4



Pulse



86.0



86.8



90.3



86.9



92.5



93.3



0.54



94.7



97.2



101.4



101.9



100.1



1.08



0.82



0.65



1.19



0.42



0.29



3.98



3.63



0.50



1.74



0.70



1.06



37,626.23



249,894.52



365,831.14



2.79



3.83



3.41



1,263,815.75



429,483.62



1,491,924.84



149,502.51



926,690.21



87,025.26



2,913,450.96



4,083,899.11



410,644.97



2,420,107.93



90,463.56



75,116.25



2,891,113.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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7
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.4



RSD(%)



2.58



CPS



741,957.74



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.153E-03



9.931E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.434E-03



5.034E-03



9.478E-02



3.093E-02



3.079E+00



1.934E-05



3.837E-01



5.850E-04



1.180E-02



2.392E-02



2.078E-01



2.352E+02



8.083E-04



3.834E-03



1.192E+01



1.411E+00



1.821E-02



3.489E+00



5.503E-05



1.520E-03



2.619E-04



3.314E-03



2.517E-04



9.933E-04



Ratio



2.699E-05



2.808E-02



7.402E-01



1.471E-01



2.925E-04



7,577.73



2,469.14



245,935.96



7.51



833.37



37.33



944.49



1,915.71



16,594.56



18,777,288.70



670.45



402.23



952,858.16



112,682.40



1,453.43



278,716.44



30,646.02



46.67



1,056.75



13,360.69



593.37



2,346.98



1,910.23



9,051.66



-12.81



93.06



CPS



20.00



20,831.32



1,462,177.06



404,153.94



803.39



156.67



4,300.86



19.32



12.31



7.75



11.29



8.96



25.99



9.43



17.61



7.34



7.55



9.25



10.18



4.41



3.61



8.57



9.28



11.73



8.91



32.25



5.21



13.39



3.02



9.61



4.32



RSD(%)



14.95



1.99



0.61



2.24



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.426



0.594



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.211



0.362



3.320



6.470



1456.139



0.013



4604.786



0.974



0.464



0.760



14.828



11397.077



0.351



0.370



2890.549



725.144



22.679



2477.510



0.016



0.476



0.146



5.215



0.028



0.379



Conc



0.032



10.808



4441.766



23.554



0.218



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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V



Cr



Mn



Fe



Pb



Pb
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Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 16:17



Sample Name jc97513-19



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.8



89.2



89.6



83.5



89.9



Pulse



Pulse



Pulse



76.3



78.1



81.0



78.5



85.8



86.6



1.70



84.9



88.1



90.1



94.5



100.0



101.3



97.6



6.23



6.11



6.42



1.25



1.23



0.33



3.75



4.02



8.02



5.34



6.59



6.30



37,660.71



238,780.64



359,552.04



3.49



2.99



3.73



4.04



4.57



1,134,658.78



387,776.82



1,383,553.63



138,842.45



852,415.09



82,503.95



2,831,435.77



4,028,491.29



408,386.32



2,361,024.70



80,267.40



67,641.52



1,975,609.97



541,504.55



2,747,827.15



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



500 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.9



92.7



93.7



RSD(%)



2.43



2.67



3.37



CPS



824,739.96



2,155,136.27



575,800.07



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.610E-03



5.436E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.952E-03



4.226E-02



2.317E-02



7.619E-03



2.899E-01



2.403E-06



3.484E-02



3.712E-04



3.932E-03



4.927E-02



2.969E-02



1.899E+01



1.975E-04



9.138E-04



1.102E+00



1.275E-01



3.625E-03



3.394E-01



3.081E-05



1.980E-03



1.347E-04



3.415E-04



1.045E-04



2.078E-04



Ratio



1.637E-05



7.687E-03



6.951E-02



1.322E-02



1.215E-04



2,069.07



681.14



25,882.04



1.03



1,106.73



20.00



351.12



4,403.02



2,650.29



1,695,223.51



263.21



3,772.80



98,376.43



11,380.27



323.34



30,302.96



3,109.28



33.33



540.04



1,366.80



250.01



496.69



470.03



2,180.16



-60.34



-339.07



CPS



13.33



6,337.16



149,797.50



38,215.28



350.02



90.01



5,741.53



12.08



3.72



2.82



13.16



1.52



2175.42



4.25



56.62



41.17



6.13



5.41



0.88



50.80



12.54



1.32



2.57



17.31



2.35



44.42



8.88



16.76



5.50



76.30



26.12



RSD(%)



20.01



4.24



0.38



2.30



22.27



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-3.040



-1.121



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.854



50.078



8.141



14.802



1713.485



0.002



5058.209



7.645



0.759



22.030



26.122



11475.235



0.681



0.687



3168.270



815.450



38.104



2699.025



0.103



8.998



0.838



6.524



0.077



0.534



Conc



0.344



34.203



5017.555



26.162



1.017



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:22



Sample Name jc97513-19



Sample Type Sample



File Name 051SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:30 AM on:11/5/2019



Raw Data MA47752    page 101 of 133



Inst QC: MA47752



501 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.6



90.4



87.7



86.0



89.8



Pulse



84.9



86.3



89.1



85.8



90.0



90.8



0.30



94.8



96.8



99.5



99.6



98.7



1.21



0.62



0.40



1.33



0.70



0.58



3.99



3.94



1.94



1.18



0.94



1.14



36,847.41



245,799.03



359,089.65



3.05



2.67



3.49



1,247,873.01



424,024.10



1,451,794.04



145,607.22



910,510.69



83,636.01



2,901,874.93



4,005,562.44



401,231.89



2,387,537.31



89,296.19



74,687.17



2,891,265.37



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:30 AM on:11/5/2019



Raw Data MA47752    page 102 of 133



Inst QC: MA47752



502 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



87.0



94.2



95.6



RSD(%)



1.17



3.54



3.55



CPS



845,041.58



2,190,948.46



587,871.89



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.045E-04



6.229E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.792E-03



1.823E-03



2.586E-02



1.029E-02



6.726E-01



2.287E-06



7.705E-02



1.309E-04



3.406E-03



5.836E-03



4.395E-02



4.157E+01



3.066E-04



1.404E-03



2.356E+00



2.745E-01



4.933E-03



7.201E-01



1.252E-05



6.100E-04



1.305E-04



6.521E-04



1.287E-04



3.754E-04



Ratio



1.581E-05



9.504E-03



1.508E-01



2.955E-02



1.437E-04



2,412.47



960.05



62,739.20



1.00



397.79



24.00



317.79



544.46



4,099.55



3,876,749.29



167.31



170.00



219,697.51



25,602.23



460.02



67,160.22



7,186.39



12.22



520.03



2,603.68



313.35



910.07



743.38



3,396.98



-4.92



439.88



CPS



13.33



8,033.60



330,328.27



85,534.06



416.69



36.67



1,793.52



14.53



69.83



1.91



11.51



0.90



4816.03



1.94



16.30



31.73



19.03



1.06



1.33



23.56



12.76



1.46



1.49



6.77



1.21



86.38



-361.66



15.49



4.99



61.04



19.28



RSD(%)



15.75



5.97



0.68



4.10



25.56



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-4.629



0.154



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.191



0.241



3.759



8.945



1590.566



0.000



4563.941



1.020



0.169



0.225



15.549



10061.424



0.537



0.540



2794.701



704.190



24.042



2446.409



0.013



-0.029



0.322



5.061



0.049



0.572



Conc



0.136



17.276



4455.491



23.560



0.496



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 16:28



Sample Name mp18106-sd1



Sample Type Sample



File Name 052SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:31 AM on:11/5/2019



Raw Data MA47752    page 103 of 133



Inst QC: MA47752



503 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.6



92.8



91.7



87.1



91.1



Pulse



88.6



89.9



91.3



89.1



93.2



93.0



0.57



94.8



97.9



99.2



99.1



99.9



0.11



1.04



1.36



0.66



0.56



0.76



3.72



4.64



1.02



1.61



0.43



1.30



38,527.52



249,066.94



364,297.90



2.84



4.87



3.69



1,278,918.04



440,114.72



1,502,929.91



149,073.21



940,374.34



85,850.22



2,934,180.00



3,996,941.82



399,180.70



2,415,912.10



93,275.53



77,842.20



2,894,253.39



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 104 of 133



Inst QC: MA47752



504 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.8



97.7



98.9



RSD(%)



2.00



2.89



3.49



CPS



872,565.77



2,272,029.55



608,051.99



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.625E-01



2.699E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.067E+00



1.060E+00



2.806E+00



4.624E-01



2.223E-01



1.352E-01



8.740E-01



6.083E-02



2.024E+00



2.574E+00



1.450E+00



2.210E+02



2.175E-01



9.837E-01



4.163E+01



2.023E+01



7.325E+00



1.399E+01



3.299E-01



2.004E-01



1.699E-01



6.573E-02



7.056E-01



2.446E-01



Ratio



2.471E-01



5.482E-01



1.659E+00



6.656E-01



1.313E-01



266,103.95



43,843.25



21,083.84



59,005.32



114,616.28



10,334.64



191,941.57



244,068.62



137,533.33



20,955,680.84



385,615.79



100,542.91



3,947,167.34



1,918,053.05



694,615.86



1,326,868.18



82,874.49



5,767.93



694,654.86



268,789.01



1,671,740.13



579,640.77



515,354.02



2,330,684.96



0.86



2.67



CPS



215,616.76



478,325.66



3,770,021.51



1,967,797.21



388,197.30



969,162.09



588,682.72



1.93



1.75



1.44



0.91



1.34



1.47



1.31



2.20



1.22



1.20



1.26



2.40



1.15



0.78



0.79



0.71



1.15



0.79



0.48



0.71



0.41



0.28



1.66



1.44



RSD(%)



1.61



1.98



0.19



0.42



0.40



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.894



204.829



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.750



51.830



52.179



52.138



52.564



51.775



5253.348



51.569



51.785



50.789



51.857



5354.087



52.808



53.052



5063.615



5200.263



4929.189



5010.120



51.619



52.891



52.799



51.871



52.943



52.307



Conc



53.887



108.325



4989.683



53.341



52.513



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 16:33



Sample Name CCVA



Sample Type CCV



File Name 053_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:31 AM on:11/5/2019



Raw Data MA47752    page 105 of 133



Inst QC: MA47752



505 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.2



93.2



91.1



85.4



91.9



Pulse



90.1



89.7



90.1



88.4



93.6



93.7



0.70



96.9



98.0



101.5



102.1



97.9



1.10



1.14



0.20



0.21



2.47



0.35



4.93



3.42



0.66



1.18



0.40



1.19



38,286.90



244,160.99



367,514.29



3.36



3.78



3.81



1,261,953.70



436,609.91



1,509,994.59



150,178.11



906,007.71



86,204.71



2,937,732.85



4,089,166.29



411,549.84



2,368,809.29



94,827.94



77,636.63



2,956,091.94



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 106 of 133



Inst QC: MA47752



506 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.309E-04



1.322E-03



5.736E-03



1.652E-03



0.000E+00



2.833E-03



6.346E-03



4.598E-04



7.235E-02



1.053E-04



4.422E-04



8.530E-02



2.430E-03



4.213E-03



3.728E-02



3.699E-05



9.797E-04



1.443E-04



1.150E-05



2.392E-04



1.142E-04



Ratio



2.105E-05



1.088E-02



4.136E-03



2.175E-04



1.153E-04



540.02



266.68



597.80



43.33



6,811.74



31.09



124.45



8,029.04



228.89



396.68



3,510.49



155.56



0.00



580.04



46.67



580.04



276.68



256.68



1,073.39



CPS



18.67



9,616.86



9,340.18



653.38



346.69



110.01



2,917.10



842.89



-1747.90



1311.75



27.02



0.00



107.68



21.03



-432.89



5.18



119.42



162.98



22.54



22.64



8.32



-44.85



45.51



3.07



4.68



790.73



6.56



591.28



RSD(%)



9.80



0.51



15.01



31.36



19.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.000



0.001



2.574



-0.009



0.002



0.033



0.000



0.694



0.005



0.002



2.885



0.467



1.920



-0.519



0.005



0.095



0.037



0.000



0.013



0.001



Conc



0.015



1.999



3.799



0.005



0.038



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 16:38



Sample Name CCB



Sample Type CCB



File Name 054_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:31 AM on:11/5/2019



Raw Data MA47752    page 107 of 133



Inst QC: MA47752



507 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.0



93.9



91.0



88.7



91.9



Det



Pulse



Pulse



Pulse



Pulse



89.5



88.8



91.7



88.8



91.7



91.4



0.53



ISTD Recovery%



91.0



97.0



98.0



98.3



99.3



99.9



100.5



100.2



1.13



1.02



0.76



1.16



1.86



0.83



3.01



4.19



1.20



0.47



0.83



0.70



38,227.91



253,617.99



367,842.34



RSD(%)



1.82



2.49



4.03



3.06



2.05



3.74



1,284,461.44



438,769.47



1,478,607.65



146,501.60



924,366.60



86,827.41



2,977,408.47



4,022,964.84



405,134.41



2,422,614.13



94,167.86



76,853.38



CPS



884,060.38



2,256,891.06



602,285.07



3,000,756.31



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.098E-03



9.229E-04



2.315E-03



2.025E-04



1.239E-05



Ratio



217.78



19.00



5.44



482.24



35.33



CPS



-5.78



74.58



-541.27



70.53



43.28



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.424



0.244



-0.009



0.030



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



508 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



143.5



162.9



151.9



RSD(%)



27.72



29.81



26.54



CPS



1,394,460.59



3,787,551.30



933,782.80



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.997E-03



3.488E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.150E-03



3.091E-02



1.081E-02



4.037E-03



1.957E-02



4.120E-06



1.453E-02



1.458E-04



2.463E-03



3.014E-02



1.150E-01



1.508E+00



1.312E-04



6.200E-04



6.221E-01



7.810E-02



3.170E-03



7.983E-02



6.081E-05



8.100E-04



3.496E-04



1.796E-04



4.179E-04



1.581E-04



Ratio



1.819E-05



6.677E-03



3.601E-02



5.152E-03



1.605E-04



1,402.33



505.57



2,316.37



1.94



2,056.29



34.00



312.23



3,570.82



13,648.73



179,756.07



265.07



3,730.91



74,753.43



9,273.26



432.26



9,760.74



1,745.77



18.89



2,143.65



1,110.09



1,516.83



593.38



463.37



2,260.19



-1201.29



-38.68



CPS



28.00



8,807.47



121,862.36



22,892.07



736.72



273.35



3,784.19



105.90



107.68



129.52



197.60



112.94



401.37



114.57



72.44



-635.43



131.32



111.78



111.81



170.11



145.24



115.95



111.75



63.96



183.59



55.57



175.33



73.02



67.20



59.31



136.29



RSD(%)



19.93



33.47



59.22



60.32



52.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-5.519



-24.127



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.973



180.985



11.931



23.261



576.164



0.092



10012.969



14.328



-0.912



62.866



512.014



4434.655



1.392



1.455



8535.415



2490.212



152.247



1844.693



1.103



6.263



12.541



16.646



3.323



1.339



Conc



1.771



146.038



12475.991



50.014



7.038



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 16:44



Sample Name mp18106-sd1



Sample Type Sample



File Name 055SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



509 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Mix



Pulse



Pulse



138.0



244.3



230.8



211.2



203.3



Mix



136.0



133.3



138.9



134.2



140.0



142.8



3.54



170.2



173.0



183.3



162.6



173.1



24.86



25.89



24.72



3.25



2.81



3.42



29.72



39.88



23.38



22.95



24.65



23.48



96,976.33



603,631.80



813,459.60



37.95



39.57



39.13



1,945,107.63



662,950.66



2,258,397.52



228,966.49



1,386,131.75



225,963.86



5,186,139.58



7,381,930.31



655,102.28



4,186,474.31



143,152.93



115,426.82



5,194,935.44



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



510 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



87.1



RSD(%)



1.45



CPS



846,034.92



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-03



7.765E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.046E-03



7.802E-02



2.533E-02



1.337E-02



3.293E-01



1.378E-05



2.665E-01



1.128E-03



2.961E-02



1.068E-01



1.151E+00



1.777E+02



3.401E-04



1.445E-03



1.466E+00



1.352E+00



1.153E-01



4.640E-01



5.710E-05



3.043E-03



4.530E-04



8.339E-04



1.134E-04



3.600E-04



Ratio



1.584E-05



1.963E-02



5.227E-01



8.213E-02



8.405E-04



2,320.23



1,225.63



30,151.03



5.92



1,634.57



29.33



2,712.52



9,784.75



105,367.59



16,271,082.69



828.33



7,146.39



134,229.34



123,836.27



10,558.52



42,487.72



24,410.42



103.34



1,823.53



3,363.89



276.68



880.07



830.06



3,530.34



29.27



177.04



CPS



13.33



16,607.84



1,159,651.39



244,089.89



2,497.01



166.68



8,900.02



2.67



1.30



1.40



5.27



2.89



116.69



0.35



11.97



2.24



7.74



1.81



1.36



9.31



0.91



1.88



2.12



6.09



2.92



13.00



5.39



7.62



4.25



29.89



16.42



RSD(%)



23.35



3.61



0.96



1.94



3.95



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.204



1.323



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.132



37.535



3.660



12.445



778.511



0.044



15967.956



9.478



6.883



20.190



411.319



43039.185



0.619



0.561



1710.544



3475.056



767.116



1526.912



0.082



6.415



1.325



6.496



0.037



0.539



Conc



0.137



37.317



15657.309



65.701



3.283



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 16:49



Sample Name jc97513-24



Sample Type Sample



File Name 056SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



511 of 556



JC97564



7
7.2











Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.5



92.0



90.1



87.4



91.3



Pulse



Pulse



Pulse



87.0



86.3



89.8



86.6



90.8



90.9



0.14



95.4



95.2



97.4



97.6



100.1



100.6



101.1



1.13



1.58



1.03



1.22



0.91



1.30



4.59



3.34



1.65



1.12



0.34



0.53



37,862.40



249,753.30



365,479.60



2.89



3.87



2.51



3.33



3.70



1,257,133.46



427,896.77



1,464,836.64



145,754.70



909,440.69



85,079.02



2,925,901.41



4,031,337.75



405,188.68



2,444,227.20



91,596.61



74,727.14



2,218,998.46



585,488.12



2,971,211.83



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



512 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



85.3



RSD(%)



1.86



CPS



828,985.27



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.902E-03



7.278E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.249E-02



7.153E-02



2.604E-02



1.832E-02



2.726E-01



1.411E-05



4.975E-01



7.714E-04



2.496E-02



1.035E-01



2.159E+00



1.678E+02



1.710E-04



7.590E-04



2.913E+00



2.634E+00



3.714E-02



8.585E-01



2.357E-05



1.431E-03



4.699E-04



9.182E-04



1.269E-04



1.968E-04



Ratio



1.272E-05



3.254E-02



9.861E-01



1.581E-01



8.502E-04



2,324.68



1,635.67



24,343.88



5.91



796.70



26.67



2,227.99



9,240.23



192,781.36



14,981,841.07



1,115.16



6,386.00



260,140.75



235,186.06



3,314.88



76,655.45



44,427.38



68.89



1,916.89



3,737.34



306.68



473.36



413.36



1,830.14



-4.75



218.19



CPS



10.67



26,975.12



2,128,595.13



459,120.37



2,467.00



70.00



4,177.48



4.82



4.22



4.43



3.95



1.57



114.11



1.16



23.21



9.51



9.65



2.57



3.04



69.44



29.27



1.84



2.41



6.70



2.73



94.73



11.37



7.09



3.86



46.54



14.38



RSD(%)



20.07



1.12



0.75



2.19



3.72



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.316



0.476



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.789



17.179



1.896



9.025



322.288



0.023



14937.027



3.226



2.846



9.770



386.042



20325.936



0.104



0.096



1737.158



3385.421



120.409



1471.764



0.015



1.073



0.689



3.581



0.024



0.095



Conc



0.065



31.428



14807.967



63.301



1.661



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 16:54



Sample Name jc97513-24f



Sample Type Sample



File Name 057SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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7
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.0



90.0



87.2



84.3



89.8



Pulse



Pulse



Pulse



84.9



84.2



87.9



84.8



90.3



91.4



0.58



92.8



94.3



95.1



97.2



101.1



102.1



99.5



0.96



0.28



0.51



0.52



0.38



0.50



4.66



2.49



1.47



1.47



0.39



0.46



36,624.52



240,900.37



359,146.24



2.90



3.59



2.72



3.76



5.05



1,230,865.37



418,809.44



1,455,739.07



146,507.63



904,329.24



83,276.04



2,914,749.27



4,070,389.94



411,609.15



2,407,183.82



89,305.39



72,942.41



2,158,941.27



579,719.49



2,902,951.62



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



514 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



90.4



95.6



96.0



RSD(%)



1.90



2.82



3.12



CPS



878,358.26



2,224,270.85



590,068.30



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.707E-03



7.375E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.737E-03



7.590E-02



2.032E-02



7.797E-03



5.019E-02



4.488E-06



3.834E-02



4.007E-04



4.191E-03



8.395E-02



2.841E-01



3.794E+00



2.253E-04



1.059E-03



1.504E+00



1.928E-01



5.192E-03



1.832E-01



1.087E-04



1.404E-03



9.564E-04



3.843E-04



8.359E-04



2.449E-04



Ratio



1.507E-05



6.304E-03



7.608E-02



1.077E-02



3.238E-04



1,907.94



732.25



4,712.16



1.93



743.36



28.00



393.34



7,877.95



26,674.73



356,201.27



444.61



7,127.48



141,218.80



18,104.04



487.84



17,204.22



3,599.40



37.78



3,753.82



1,520.17



2,000.24



583.37



540.03



2,533.55



-11.35



173.92



CPS



13.33



5,539.00



169,256.24



31,684.63



950.08



316.68



4,104.15



8.05



1.17



7.22



18.30



1.78



387.95



6.23



68.80



19.68



12.04



2.90



3.05



22.56



11.31



0.87



4.56



32.02



2.72



19.28



8.38



55.37



6.92



8.68



16.69



RSD(%)



14.97



4.74



1.84



1.55



13.99



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-37.785



12.821



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



7.166



456.185



34.077



76.538



1481.348



0.110



27928.842



41.351



4.622



195.825



1268.042



11358.284



4.249



4.419



21964.590



6176.933



322.380



6484.701



2.040



25.929



36.122



36.844



7.243



3.660



Conc



1.686



136.814



27564.425



106.336



15.200



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 17:00



Sample Name mp18106-sd1



Sample Type Sample



File Name 058SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



515 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.8



93.9



90.5



87.6



90.5



Pulse



89.2



88.7



91.2



88.1



90.4



91.0



0.48



96.4



97.6



98.3



98.4



98.7



1.09



0.97



0.97



0.93



1.07



0.24



3.08



4.50



0.90



0.71



0.18



0.84



38,042.92



250,386.72



362,058.97



2.67



3.42



3.16



1,276,712.97



435,454.58



1,457,263.94



145,890.48



901,953.68



86,842.13



2,925,169.85



3,958,396.92



396,607.43



2,388,476.99



93,902.17



76,788.45



2,941,101.41



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



516 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



78.5



RSD(%)



2.47



CPS



762,950.31



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.193E-03



7.070E-04



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



9.761E-02



2.023E-01



1.001E-01



5.626E-02



1.533E-03



7.246E-05



1.737E+00



4.665E-03



7.594E-02



1.832E-01



1.176E+00



3.533E+01



9.232E-04



4.189E-03



1.370E+02



2.365E+01



3.677E-01



3.596E+00



4.766E-05



1.604E-03



2.927E-04



5.198E-02



5.792E-04



9.766E-04



Ratio



1.184E-04



6.899E-02



3.434E+00



1.218E+00



2.318E-03



8,229.21



4,623.05



126.00



28.20



858.93



25.33



6,241.50



15,058.35



96,625.75



2,903,373.63



8,021.26



16,624.59



11,261,527.33



1,943,807.84



30,213.16



295,508.94



142,738.60



383.34



1,163.44



206,426.46



1,320.12



2,230.33



2,107.49



9,563.21



-11.68



282.16



CPS



90.67



52,622.50



6,930,609.06



3,250,854.12



6,188.36



130.01



4,387.57



3.33



1.97



3.19



1.62



12.78



65.30



1.71



7.16



2.44



1.96



1.44



2.44



16.87



4.31



1.79



1.49



7.61



2.81



51.85



5.71



5.03



0.80



5.38



4.20



RSD(%)



23.02



3.46



9.77



1.32



4.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.410



0.159



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.524



19.672



3.519



12.210



0.689



0.054



20895.303



7.894



3.750



7.059



84.070



1710.078



0.407



0.408



33375.193



12162.523



493.059



2554.485



0.014



0.520



0.165



82.043



0.077



0.372



Conc



0.072



26.997



20670.199



195.320



1.838



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:05



Sample Name jc97564-1



Sample Type Sample



File Name 059SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:33 AM on:11/5/2019



Raw Data MA47752    page 117 of 133



Inst QC: MA47752



517 of 556



JC97564



7
7.2











Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.3



86.9



85.6



79.3



89.0



Pulse



Pulse



Pulse



78.1



80.0



81.1



79.3



88.1



90.4



0.70



86.9



88.2



87.4



91.2



98.6



101.4



94.4



0.64



0.62



0.44



1.17



1.50



0.34



5.47



4.11



0.42



0.77



0.87



2.41



35,984.00



226,759.29



355,905.58



3.00



3.19



2.64



3.85



3.33



1,135,320.61



391,682.04



1,420,307.72



144,835.46



847,354.69



80,376.73



2,734,271.72



3,970,846.61



408,731.31



2,282,289.81



82,180.76



69,272.09



2,022,181.01



541,970.25



2,667,434.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



518 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



80.1



89.5



90.1



RSD(%)



1.62



2.64



3.39



CPS



778,589.85



2,080,461.48



553,627.28



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.505E-03



9.152E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.517E-02



1.494E-01



4.668E-02



2.802E-02



8.538E-04



3.570E-05



7.014E-01



1.576E-03



3.308E-02



1.530E-01



4.809E-01



1.475E+01



4.084E-04



2.199E-03



5.085E+01



9.687E+00



1.284E-01



1.472E+00



3.268E-05



1.140E-03



2.221E-04



2.137E-02



2.983E-04



5.070E-04



Ratio



6.677E-05



3.043E-02



1.349E+00



4.901E-01



1.096E-03



4,048.43



2,430.25



74.00



14.70



618.91



33.33



2,869.23



13,271.06



41,709.59



1,279,699.53



3,918.27



12,953.99



4,410,707.18



840,138.34



11,139.19



127,685.75



60,829.89



136.67



886.73



85,167.03



693.38



1,173.44



950.07



5,063.66



-4.48



57.50



CPS



52.00



23,686.98



2,806,076.31



1,361,363.76



3,043.81



93.34



3,210.52



4.15



1.18



2.00



4.58



17.77



36.51



1.74



9.07



4.43



5.83



1.79



2.04



7.73



35.18



0.55



0.72



3.85



2.52



85.63



7.14



11.14



0.84



10.78



15.31



RSD(%)



11.81



2.52



0.36



0.14



2.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.714



1.189



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.909



36.225



3.818



14.526



0.919



0.064



21072.097



6.637



3.886



14.661



85.914



1782.346



0.392



0.484



30939.678



12451.466



427.663



2573.664



0.022



0.687



0.303



84.289



0.088



0.427



Conc



0.124



29.341



20271.756



196.354



2.152



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 17:11



Sample Name jc97564-1



Sample Type Sample



File Name 060SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.4



89.8



86.7



83.1



90.5



Pulse



82.4



82.5



85.0



83.3



89.2



91.9



0.47



91.0



93.9



99.0



101.5



96.0



0.73



0.83



0.24



0.30



0.47



0.60



4.88



4.39



0.62



1.05



0.88



1.09



36,439.75



237,437.55



362,057.63



3.56



3.07



3.78



1,190,923.39



411,354.34



1,438,668.76



147,259.03



888,363.12



83,045.83



2,814,981.08



3,985,812.65



409,206.98



2,322,386.32



86,733.46



71,465.72



2,777,935.69



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 120 of 133



Inst QC: MA47752



520 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



78.2



87.1



88.9



RSD(%)



3.15



3.13



3.43



CPS



759,847.22



2,025,389.92



546,511.55



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.900E-03



7.761E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.261E-02



1.247E-02



5.291E-02



3.591E-02



1.047E-03



1.461E-05



1.334E+00



6.699E-03



6.657E-02



8.595E-01



1.918E-01



9.542E+00



7.835E-04



3.614E-03



1.512E+01



1.428E+01



3.549E-01



1.462E+00



4.079E-05



1.465E-03



2.632E-04



9.289E-03



2.566E-04



9.341E-04



Ratio



7.369E-05



4.575E-02



2.644E+00



6.112E-01



1.142E-03



4,416.32



2,998.15



87.33



5.77



751.14



28.67



5,555.64



71,737.95



16,008.32



796,449.10



1,886.90



1,041.17



1,262,135.47



1,192,191.48



29,617.33



122,019.47



111,310.69



558.96



1,063.42



37,678.54



603.37



2,203.76



1,837.18



8,502.45



-7.59



140.28



CPS



56.00



34,767.73



5,355,632.32



1,685,536.07



3,143.84



113.34



4,067.44



2.05



4.94



4.52



5.46



7.99



0.62



2.02



20.40



3.59



1.64



1.63



2.22



18.89



6.27



1.34



2.16



4.11



3.54



12.97



9.76



19.01



0.83



6.92



11.21



RSD(%)



11.16



0.29



0.41



0.84



5.81



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.527



0.264



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.578



1.090



1.760



7.598



0.459



0.010



16039.458



11.343



3.270



33.796



13.686



460.333



0.339



0.346



3669.465



7344.404



475.881



1021.952



0.011



0.447



0.147



14.647



0.029



0.353



Conc



0.053



17.800



15911.742



97.967



0.897



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:16



Sample Name jc97564-2



Sample Type Sample



File Name 061SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



521 of 556
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



86.7



91.8



88.5



84.3



93.5



Pulse



79.3



80.1



83.1



80.0



89.1



91.1



5.15



90.4



92.6



100.7



102.0



97.4



1.28



0.54



0.67



4.10



4.37



4.89



4.49



4.72



1.12



1.81



0.34



0.33



37,173.99



240,941.80



374,201.15



3.67



2.37



5.19



1,163,120.20



395,259.30



1,436,757.62



146,104.54



871,486.44



84,947.76



2,774,785.19



4,057,279.11



411,215.27



2,354,820.17



83,466.12



69,326.91



2,756,980.17



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



522 of 556



JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.132E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.832E-02



4.890E-02



9.662E-02



9.993E-02



1.433E-03



1.273E-04



2.165E-01



4.921E-03



1.280E-01



2.654E-01



6.747E-01



3.307E+01



1.035E-03



4.404E-03



3.310E+01



3.309E+00



3.345E-01



1.065E+00



1.457E-04



4.118E-03



4.494E-04



9.163E-03



5.614E-04



1.057E-03



Ratio



1.707E-04



2.046E-02



4.254E-01



1.262E-01



2.785E-03



7,941.27



8,214.77



117.67



51.18



2,059.08



10,523.05



21,815.11



55,450.72



2,718,167.88



6,436.46



4,019.52



2,720,043.85



271,961.01



27,488.66



87,520.71



17,799.29



404.49



1,790.20



36,425.03



1,310.13



2,470.37



2,410.56



10,279.27



8.07



CPS



128.00



15,350.90



840,108.24



339,352.93



7,482.38



396.69



11,225.21



1.76



1.47



1.75



3.08



13.78



34.74



1.13



17.21



0.98



0.95



0.59



1.36



14.79



4.57



1.32



1.98



4.81



1.31



7.32



2.37



9.01



0.67



4.72



4.86



RSD(%)



9.49



3.36



0.73



2.07



5.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.766



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.024



4.657



3.388



22.112



0.642



0.096



2592.208



8.328



6.420



10.309



48.227



1600.745



0.461



0.432



8049.503



1701.350



448.421



736.948



0.044



1.852



0.263



14.449



0.075



0.406



Conc



0.095



7.792



2545.584



20.201



2.212



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:22



Sample Name jc97617-1



Sample Type Sample



File Name 062SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.3



87.2



86.8



81.3



88.6



Det



Pulse



Pulse



Pulse



Pulse



78.1



80.9



83.9



81.2



88.5



89.8



0.36



ISTD Recovery%



77.2



84.9



87.3



88.1



90.9



98.7



99.8



96.6



1.16



0.99



0.46



0.88



1.51



0.75



5.56



3.39



1.21



1.19



0.70



0.83



36,449.75



232,278.51



354,462.77



RSD(%)



1.76



2.52



3.49



3.18



3.76



4.33



1,174,487.94



401,231.24



1,427,807.97



143,899.42



877,137.76



80,641.81



2,724,889.37



3,974,443.17



402,199.84



2,335,707.73



82,188.47



70,015.79



CPS



750,381.62



1,974,756.32



536,967.20



2,689,580.84



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse8.388E-0430.67105.11ug/l



Units



0.3593Se
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Inst QC: MA47752
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JC97564



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.333E-03



4.828E-03



1.183E-01



1.841E-02



2.937E-04



5.558E-03



6.870E-05



1.101E-02



1.918E-02



5.169E-03



1.229E-01



1.575E-04



6.323E-04



2.018E-01



8.019E-03



5.364E-03



5.076E-02



2.547E-05



1.328E-03



1.413E-04



5.828E-04



9.940E-05



1.357E-04



Ratio



3.690E-05



7.417E-03



1.113E-02



5.776E-03



1.511E-04



9,557.90



1,486.77



23.67



888.93



1,549.00



417.79



9,924.79



107.75



390.01



16,296.21



647.80



433.35



4,099.55



448.90



5.56



560.04



2,310.30



236.68



323.35



373.35



1,503.43



CPS



28.00



5,627.96



22,211.95



15,956.71



420.03



70.00



3,663.97



18.81



6.32



0.60



2.53



38.50



0.97



204.74



7.57



3.32



9.36



1.16



29.37



5.33



3.67



4.22



11.50



7.48



62.41



10.60



2.75



7.52



26.86



109.49



RSD(%)



6.23



2.53



2.88



1.87



27.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.026



0.342



4.198



3.630



0.103



52.169



0.099



0.423



0.572



0.336



3.839



0.035



0.025



34.158



3.808



5.389



8.640



0.007



0.374



0.071



0.903



0.005



0.012



Conc



0.036



2.629



49.723



0.900



0.105



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:27



Sample Name jc97617-2



Sample Type Sample



File Name 063SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



86.6



87.2



86.7



82.2



88.3



Det



Pulse



Pulse



Pulse



Pulse



76.7



79.6



83.2



79.5



86.9



88.0



0.64



ISTD Recovery%



78.1



85.8



88.4



90.6



92.0



98.4



99.3



98.3



0.17



1.26



1.28



0.52



1.57



0.36



4.87



3.97



1.30



1.25



1.00



0.87



36,446.39



235,026.67



353,356.41



RSD(%)



1.18



2.74



3.53



3.98



3.34



3.57



1,165,267.46



392,811.18



1,401,873.18



141,042.30



870,192.76



80,638.39



2,757,157.76



3,964,372.02



400,053.39



2,378,172.88



80,762.88



68,885.64



CPS



758,839.00



1,996,246.53



543,310.82



2,764,049.96



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.830E-03



4.928E-04



1.667E-05



Ratio



6.55



718.92



18.00



CPS



-6.43



-92.93



101.75



RSD(%)



ug/l



ug/l



ug/l



Units



-0.555



-0.167



0.0112



2



3



Sn



Se



Cd
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Inst QC: MA47752



526 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.026E-04



1.991E-03



1.003E-02



2.689E-02



2.517E-04



7.690E-03



1.214E-04



9.520E-03



1.438E-02



1.963E-03



1.329E-01



2.051E-04



9.141E-04



1.502E-01



1.388E-02



4.155E-03



4.867E-02



2.161E-05



9.550E-04



1.240E-04



5.488E-05



1.344E-04



2.413E-04



Ratio



6.983E-06



4.506E-03



1.662E-02



7.685E-04



6.981E-05



823.37



2,206.88



20.67



781.15



1,180.07



161.12



10,902.19



16.64



163.33



12,327.72



1,138.95



341.12



3,993.96



631.13



10.00



496.70



220.01



320.02



573.37



486.70



2,173.50



CPS



5.33



3,444.97



33,822.09



2,120.26



193.34



60.00



2,660.37



-34.79



47.15



10.22



5.07



21.84



3.35



131.40



11.68



6.15



12.61



4.10



30.34



12.67



2.11



8.39



24.85



23.44



38.65



19.17



18.83



37.71



4.40



25.82



RSD(%)



11.25



6.56



0.85



7.20



25.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.003



0.065



0.162



5.553



0.083



77.834



0.188



0.347



0.383



0.107



4.321



0.058



0.055



21.588



6.822



3.761



7.144



0.005



0.177



0.060



0.069



0.011



0.057



Conc



0.023



1.477



82.779



0.097



0.040



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:32



Sample Name mp18041-mb1 4



Sample Type Sample



File Name 064SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 127 of 133



Inst QC: MA47752



527 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



85.9



88.7



87.3



83.3



88.0



Det



Pulse



Pulse



Pulse



Pulse



78.0



79.3



83.7



79.4



87.4



88.3



0.33



ISTD Recovery%



78.7



87.5



88.8



90.5



93.1



99.4



99.5



98.4



1.29



1.66



0.58



0.84



1.35



0.55



3.97



2.44



0.43



0.59



0.07



1.32



36,686.96



238,038.53



352,152.36



RSD(%)



1.72



2.74



3.35



3.28



3.97



3.80



1,171,870.79



392,295.83



1,409,937.44



141,609.60



863,085.78



82,059.09



2,790,396.36



4,002,223.90



400,779.33



2,380,350.64



82,068.72



68,644.57



CPS



764,240.66



2,035,450.18



545,821.06



2,760,783.60



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.215E-03



6.008E-04



8.468E-06



Ratio



3.29



476.68



22.00



CPS



-3.70



-8469.79



137.78



RSD(%)



ug/l



ug/l



ug/l



Units



-0.802



-0.003



0.0052



2



3



Sn



Se



Cd
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Inst QC: MA47752



528 of 556



JC97564



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



91.0



97.6



97.9



RSD(%)



1.08



2.85



3.52



CPS



884,006.34



2,270,974.34



601,817.66



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.562E-01



2.681E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.986E+00



1.030E+00



2.743E+00



4.553E-01



2.150E-01



1.325E-01



8.646E-01



6.011E-02



1.978E+00



2.500E+00



1.416E+00



2.163E+02



2.098E-01



9.562E-01



4.079E+01



1.984E+01



7.178E+00



1.375E+01



3.206E-01



1.974E-01



1.676E-01



6.494E-02



6.888E-01



2.376E-01



Ratio



2.429E-01



5.330E-01



1.637E+00



6.577E-01



1.299E-01



259,850.33



43,127.57



20,369.43



56,903.45



110,033.30



9,915.67



187,413.82



236,827.58



134,127.53



20,495,885.30



377,586.70



97,599.20



3,863,703.04



1,879,508.26



679,911.64



1,302,663.18



81,903.30



5,694.58



681,013.21



263,900.74



1,632,982.37



563,447.09



497,368.27



2,266,743.36



0.73



5.12



CPS



214,721.79



471,224.62



3,717,735.36



1,908,984.92



377,063.13



939,228.94



578,450.35



1.35



1.52



1.18



1.20



0.32



0.90



0.61



0.73



0.46



0.52



0.44



0.99



0.65



0.26



1.40



0.63



1.27



1.09



0.54



1.17



0.10



0.60



1.24



1.07



RSD(%)



1.72



0.91



0.64



0.56



0.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.631



203.443



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.702



50.362



51.001



51.335



50.830



50.755



5196.690



50.958



50.610



49.325



50.619



5240.815



50.937



51.566



4961.627



5100.720



4829.740



4923.610



50.161



52.101



52.082



51.249



51.686



50.811



Conc



52.969



105.314



4922.824



52.710



51.958



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 17:37



Sample Name CCVA



Sample Type CCV



File Name 065_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



529 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.0



92.3



88.0



83.2



90.2



Pulse



90.0



88.8



88.9



86.9



92.3



92.9



0.40



95.1



97.8



100.9



101.9



98.0



1.03



0.59



0.59



0.88



1.65



0.75



4.21



3.36



1.43



0.78



0.05



0.52



36,991.05



237,877.68



360,988.70



3.31



3.36



4.39



1,244,633.32



429,459.42



1,488,191.36



148,938.30



894,630.52



85,371.95



2,930,062.09



4,064,236.40



410,705.59



2,370,498.87



94,738.83



76,844.45



2,901,998.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



530 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.466E-04



1.785E-03



6.028E-03



1.785E-03



0.000E+00



3.184E-03



6.902E-03



7.762E-04



8.428E-02



1.363E-04



5.844E-04



9.422E-02



2.953E-03



4.260E-03



3.970E-02



5.452E-05



9.925E-04



1.467E-04



2.694E-05



3.484E-04



1.523E-04



Ratio



8.398E-05



1.030E-02



4.133E-03



2.999E-04



1.598E-04



544.46



287.78



623.35



70.00



7,611.07



85.53



161.11



8,507.10



266.67



384.46



3,584.95



161.11



0.00



576.70



106.67



816.72



356.69



320.02



1,373.42



CPS



73.33



8,987.51



9,123.30



866.74



463.36



153.34



2,810.41



40.37



39.41



95.98



30.63



0.00



124.40



17.53



51.05



2.29



5.00



18.16



5.97



11.34



16.81



108.74



36.33



17.44



10.94



49.21



19.45



41.56



RSD(%)



10.93



4.13



5.98



33.18



6.31



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.008



0.022



0.006



3.371



-0.009



0.011



0.044



0.011



0.984



0.012



0.010



3.972



0.602



1.952



0.349



0.008



0.098



0.037



0.013



0.021



0.009



Conc



0.029



1.885



3.790



0.011



0.056



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 17:42



Sample Name CCB



Sample Type CCB



File Name 066_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



531 of 556



JC97564



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.4



91.2



87.1



84.8



87.7



Det



Pulse



Pulse



Pulse



Pulse



85.8



84.8



87.7



84.7



87.7



88.2



0.63



ISTD Recovery%



89.8



94.9



94.3



95.0



94.6



97.6



97.4



97.1



0.78



1.06



0.66



0.55



1.02



0.74



4.77



3.44



0.92



0.30



1.02



0.77



36,605.61



242,324.75



350,946.19



RSD(%)



1.67



2.82



3.62



2.81



3.99



4.08



1,227,682.10



418,316.98



1,414,535.88



141,351.49



877,792.10



84,342.27



2,836,603.60



3,929,019.31



392,643.73



2,347,841.68



90,298.09



73,400.32



CPS



872,904.86



2,206,852.93



579,563.18



2,897,939.64



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.434E-03



6.383E-04



7.731E-03



1.731E-04



5.280E-05



Ratio



697.80



15.67



22.07



600.02



23.33



CPS



-7.96



483.88



15.32



81.00



24.40



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.357



0.027



0.605



0.023



0.019



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.917E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.919E+00



7.668E-01



2.015E+00



3.116E-01



1.445E-01



9.227E-02



3.383E-01



4.518E-02



1.443E+00



1.850E+00



1.038E+00



8.455E+01



1.573E-01



7.186E-01



1.589E+01



7.633E+00



2.659E+00



5.152E+00



2.290E-01



1.487E-01



1.163E-01



4.521E-02



5.013E-01



1.771E-01



Ratio



1.731E-01



2.016E-01



6.377E-01



4.748E-01



9.544E-02



171,411.88



26,516.77



12,297.53



36,826.34



76,516.59



122,748.87



157,366.80



88,283.71



7,193,881.94



248,347.65



65,244.50



1,351,858.39



649,428.76



226,206.00



438,403.79



28,782.07



3,843.91



467,421.88



181,795.31



1,174,588.34



415,033.67



368,542.43



1,683,984.83



0.88



CPS



135,778.85



158,078.04



1,312,648.55



1,312,287.66



263,781.34



636,826.93



413,479.21



1.60



2.24



2.35



0.87



3.02



1.10



2.23



3.47



2.94



2.28



2.45



1.85



0.05



0.34



1.19



1.95



2.11



1.13



0.83



0.82



1.45



0.74



2.16



1.18



RSD(%)



3.53



3.61



2.14



0.72



0.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.452



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.715



74.931



74.860



70.104



68.330



70.686



4057.435



76.602



73.783



72.940



74.188



4095.251



76.352



77.495



3856.057



3924.488



3576.815



3672.050



71.683



78.435



72.292



71.359



75.225



75.720



Conc



75.518



79.454



3824.470



76.093



76.327



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:47



Sample Name mp18041-b1



Sample Type Sample



File Name 067SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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NOTE: The remaining raw data for this batch is not relevant to this job. As such it has been omitted.



Inst QC: MA47752



533 of 556



JC97564



7
7.2











Current Signal



%



W



TMP Revolution



Reflected Power



100.0



2



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Forward Power



2.57E+2



1.06E-4



1499



V



V



V



-8.0



200



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-38



-60



15.8



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-145.0



-60



9.7



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.65



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



20.75



81.31



17.91



18.62



14.20



Integration Time [sec] 0.10



3.35



18.72



11.57



54.32



12.79



18.19



31.6



2.1



33.3



30.5



63.2



RSD [%]



3.68



2.86



3.04



2.17



3092.0



1.061 %



3.237 %



4.1



81.5



37.9



27



2



30



36



51



Avg. Count



1576.8



2728.8



4549.9



4461.4



3035



1.290 %



3.082 %



1



73



37



50



20



50



100



100



Count



1561



2799



4747



4575



5000



2



5



20



200



100



95



107



121



137



208



Range



2000



5000



5000



5000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
9.7
-38
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



15.8



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-145.0
-60



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.65
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.694
0.738
0.719
0.727



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.712
0.765
0.764
0.766
0.755



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.05
206.05
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.00



23.95
24.95
25.95
59.00



6714
60531
88088
20671
18698
44543



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
8797



43128
5773



40927



355115



453364



104033



95057



222684



352967



453651



104184



95111



224042



Replicate 5



Count



50732



261008



34820



Replicate 4



Count



50211



260240



34634



4081640881



353966



452076



103111



94708



221954



350213



446219



103057



94423



219719



Replicate 3



Count



49914



261589



34733



428769



98535



89871



212871



Replicate 2



Count



49405



258912



34103



40842



206



207



208



Replicate 1



Count



48483



251583



33638



39067



334590



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



2.36
2.26
2.38
2.00



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



446816
102584
93834



220254



RSD%



(Actual)
1.72
1.58
1.46
1.99
2.42



115
206
207
208



Count 



(Mean)
49749



258666
34386
40506



349370



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\.b110419m1.b
Report Comment
Instrument Name G3281A  JP12412081
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SGS North America Inc.



Batch ID Start Date Start Time End Date End time QC Samp 1 QC Samp 2
MP18106 10/30/2019 20:30 10/31/2019 8:20 JC97513-19



Block ID1 Therm. ID# Temperature Correction Corrected Temp
1 Start 5 2106305 94 0 94
1 End 5 2106305 94 0 94
2 Start
2 End



Dig. Method
Heating 
Method Auto Pipette #



Digestion 
Tube Lot #



SW846 3010A
Digestion 



Block M-74 1904119



Sample ID
Bottle 



Number Pres    (Y/N)



Initial 
Sample 
Volume



Final Volume 
in ML



Reagent 
Groups Added



Spike Groups 
Added Comments



MP18106-MB1 N/A N 50 50 AB
MP18106-B1 N/A N 50 50 AB ABCDE
MP18106-S1 1 Y 50 50 AB ABCDE
MP18106-S2 1 Y 50 50 AB ABCDE



MP18106-SD1 1 Y 50 50 AB
JC97513-19 1 Y 50 50 AB



JC97513-19F 2 Y 50 50 AB
JC97513-22 1 Y 50 50 AB



JC97513-22F 2 Y 50 50 AB
JC97513-23 1 Y 50 50 AB



JC97513-23F 2 Y 50 50 AB
JC97513-24 1 Y 50 50 AB



JC97513-24F 2 Y 50 50 AB
JC97513-25 1 Y 50 50 AB
JC97513-26 1 Y 50 50 AB
JC97564-1 1 Y 50 50 AB
JC97564-2 1 Y 10 50 AB CLOUDY
JC97564-3 1 Y 50 50 AB
JC97617-1 1 Y 10 50 AB CLOUDY
JC97617-2 1 Y 50 50 AB



Group Description MLs Used Group Description MLs Used
A CONC HNO3 3 A ACCUTEST 13B REV1 0.2
B 1:1 HCL 5 B ACCUTEST 14B REV1 0.2
C C MINERALS 1000PPM 0.2
D D AG 20PPM 0.2
E E SE 20PPM 0.8
F F
G G
H H



I



Comments:



Analyst TAYLORG Approved by Wendyz Approved on 10/31/2019



Note: Reagent traceability for batch Start Date  can be seen on the reagent traceability page for this batch.
Serial Dilution samples shown for QC purposes only.
Acceptable Temperature range is 90-95 degrees C unless otherwise noted



Aqueous Metals Digestion Form
Batch Information



Temperature



Methods and Equipment



Reagents Groups Spike Groups



��������	
������	�	�����������������	������� !�"# #���"�$ %&�'(&��(	)*�	 %&�'(&��(	���	
Prep Log MP18106    page 1 of 2
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SGS North America Inc.



General Chemistry



QC Data Summaries



Includes the following where applicable:



• Method Blank and Blank Spike Summaries
• Duplicate Summaries
• Matrix Spike Summaries
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METHOD BLANK AND SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



MB                    Spike      BSP        BSP        QC       
Analyte                        Batch ID          RL         Result     Units      Amount     Result     %Recov     Limits   



Chromium, Hexavalent           GN1776            0.010      0.0062     mg/l       0.150      0.15       100.0      90-110% 



Associated Samples: 
Batch GN1776: JC97564-1, JC97564-2, JC97564-3
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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DUPLICATE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   DUP                   QC         
Analyte                        Batch ID          Sample       Units      Result     Result     RPD        Limits     



Chromium, Hexavalent           GN1776            JC97564-1    mg/l       0.0062     0.0082     27.8(a)    0-20%     



Associated Samples: 
Batch GN1776: JC97564-1, JC97564-2, JC97564-3
(*) Outside of QC limits
(a) RPD acceptable due to low duplicate and sample concentrations.



__________________________________________________________________________________________________________________________
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MATRIX SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97564 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   Spike    MS                    QC         
Analyte                        Batch ID          Sample       Units      Result     Amount   Result     %Rec       Limits     



Chromium, Hexavalent           GN1776            JC97564-1    mg/l       0.0062     0.150    0.15       95.9       85-115%   



Associated Samples: 
Batch GN1776: JC97564-1, JC97564-2, JC97564-3
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits



__________________________________________________________________________________________________________________________



Page 1



545 of 556



JC97564



8
8.3











SGS North America Inc.



General Chemistry



Raw Data
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          Nov 20, 2019 



 



          Mr. Joe Von Uderitz   



          EA Engineering 



          269 West Jefferson Street 



          Syracuse, NY 13202 



                                                                                                                                                                                                                      



                                                                                                                      



 



Re: SGS North America – Dayton, NJ   Jobs # JC97617 – Reissues  



 



Dear Mr. Uderitz, 



 



The final reports for SGS jobs number JC97167 have been edited to reflect corrections to the final 



results.  These edits have been incorporated into the revised report which is attached. 



Specifically, the New York certification statement has been removed from Case Narrative to meet 



client’s requirement. The attached revised report incorporates these revisions. 



SGS apologizes for this occurrence and for any inconvenience this situation may have caused.  Please 



contact me at 732-329-0200 if I can be of further assistance in this matter. 



 



 



 



 



Sincerely, 



 



Report Department          



SGS North America Inc 



 



            
 



SGS North America Inc. Mid-Atlantic   2235 US Highway 130   Dayton, NJ 08810, USA    t +1 (0)732 329 0200   www.sgs.com 
 



Member of the SGS Group (SGS SA) 
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SGS North America Inc.       Mid-Atlantic    2235 US Highway 130    Dayton, NJ 08810, USA     t +1 (0)732 329 0200    www.sgs.com 



     Member of the SGS Group (SGS SA) 



  



December 4, 2019 



Ms. Tara Lamond 
EA Engineering 
269 West Jefferson Street 
Syracuse, NY 13202 
 
 
RE:  SGS – Dayton,  Job # JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, JC97220, 
JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, JC97989, 
JC98056, JC98407, JC97991 – Reissued reports  



Dear Ms. Lamond,   



The final reports for SGS job numbers JC96794,JC96881, JC97013, JC97085, JC97171, JC97163, 
JC97220, JC97215, JC97283, JC97278, JC97382, JC97380, JC97373, JC97469, JC97564, JC97617, 
JC97989, JC98056, JC98407, JC97991 have been edited to reflect corrections to the final results.  These 
edits have been incorporated into the revised report which is attached.  



Specifically, the data have been revised to report in LOD/LOQ format. When the samples were submitted, 
it was not clear that DOD criteria needed to be met, so these samples were run using in house limits and 
may not meet all DOD criteria. The attached revised report includes all raw data for review (Full Level 4) 
and the case narrative includes a note with this information.   
 
Moving forward, we have made notations in our system to flag this project as needing DOD criteria, so this 
will not be an issue. The Chain of Custody documentation accompanying future samples must also 
indicate that these samples need to meet DOD criteria.  
 
Please contact me if I can be of further assistance in this matter. 



 



Sincerely, 



 
Kristin B. DeGraw 
Manager of Client Services  
SGS North America Inc.  
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SGS North America Inc.



Sample Summary



EA Engineering
Job No: JC97617



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0810



Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID



JC97617-1 10/29/19 10:49 ET 10/29/19 AQ Ground Water RA-WP-118-34-38



JC97617-2 10/29/19 11:34 ET 10/29/19 AQ Equipment Blank RB-102919
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On 10/29/2019, 2 Sample(s), 0 Trip Blank(s) and 0 Field Blank(s) were received at SGS North America Inc. at a maximum 
corrected temperature of 2 C. Samples were intact and chemically preserved, unless noted below. A SGS North America Inc. Job 
Number of JC97617 was assigned to the project.  Laboratory sample ID, client sample ID and dates of sample collection are 
detailed in the report’s Results Summary Section. Specified quality control criteria were achieved for this job except as noted 
below.  For more information, please refer to the analytical results and QC summary pages.



Samples were reported in LOD/LOQ format at the request of the client but were run using in house limits and may not meet all 
DOD criteria.



Client: EA Engineering



Site: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Job No JC97617



Report Date 12/4/2019 3:45:30 PM



CASE NARRATIVE / CONFORMANCE SUMMARY



Compounds qualified as out of range in the continuing calibration summary report are acceptable as per method requirements when 
there is a high bias but the sample result is non-detect.



Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18106



All samples were digested within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97513-19MSD, JC97513-19MS, JC97513-19SDL, JC97513-19MSD were used as the QC samples for metals.



Matrix Spike Recovery(s) for  Arsenic are outside control limits.  Spike amount low relative to the sample amount.  Refer to  lab 
control or spike blank for recovery information.



RPD(s) for Serial Dilution for  Aluminum, Chromium, Lead, Silver, Thallium, Vanadium,  Barium, Zinc are outside control 
limits for sample  MP18106-SD1.  Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).



JC97617-2: Result confirmed with undigested sample in MA47756



JC97617-1 for Antimony: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Vanadium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Arsenic: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Barium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Beryllium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Cadmium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Aluminum: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Potassium: Elevated sample detection limit due to difficult sample matrix.



MP18106-SD1 for Arsenic: Serial dilution indicates possible matrix interference.



JC97617-1 for Cobalt: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Nickel: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Silver: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Copper: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Iron: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Lead: Elevated sample detection limit due to difficult sample matrix.



MP18106-SD1 for Copper: Serial dilution indicates possible matrix interference.



JC97617-1 for Manganese: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Zinc: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Chromium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Selenium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Calcium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Sodium: Elevated sample detection limit due to difficult sample matrix.
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Metals Analysis By Method SW846 6020B
Matrix: AQ Batch ID: MP18106



JC97617-1 for Thallium: Elevated sample detection limit due to difficult sample matrix.



JC97617-1 for Magnesium: Elevated sample detection limit due to difficult sample matrix.



General Chemistry By Method SW846 7196A
Matrix: AQ Batch ID: GN1827



All samples were analyzed within the recommended method holding time.



All method blanks for this batch meet method specific criteria.



Sample(s)  JC97617-1DUP, JC97617-1MS were used as the QC samples for  Chromium, Hexavalent.



SGS North America Inc. certifies that data reported for samples received, listed on the associated custody chain or analytical task 
order, were produced to specifications meeting the Quality System precision, accuracy and completeness objectives except as noted.



Estimated non-standard method measurement uncertainty data is available on request, based on quality control bias and implicit for 
standard methods. Acceptable uncertainty requires tested parameter quality control data to meet method criteria.



SGS North America Inc. is not responsible for data quality assumptions if partial reports are used and recommends that this report 
be used in its entirety.  Data release is authorized by SGS North America Inc indicated via signature on the report cover
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Summary of Hits Page 1 of 1     
Job Number: JC97617
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/29/19



Lab Sample ID   Client Sample ID Result/
Analyte Qual LOQ LOD Units Method



JC97617-1 RA-WP-118-34-38



Aluminum a 4730 250 160 b ug/l SW846 6020B
Barium a 70.5 10 3.6 b ug/l SW846 6020B
Calcium a 12700 2500 320 b ug/l SW846 6020B
Chromium a 55.3 10 3.1 b ug/l SW846 6020B
Cobalt a 9.8 5.0 0.86 b ug/l SW846 6020B
Copper a 16.9 J 20 9.4 b ug/l SW846 6020B
Iron a 9150 250 93 b ug/l SW846 6020B
Magnesium a 8370 2500 230 b ug/l SW846 6020B
Manganese a 247 10 3.2 b ug/l SW846 6020B
Nickel a 22.5 10 4.8 b ug/l SW846 6020B
Potassium a 3830 2500 340 b ug/l SW846 6020B
Sodium a 43100 2500 710 b ug/l SW846 6020B
Vanadium a 35.2 10 8.8 b ug/l SW846 6020B
Zinc a 112 50 27 b ug/l SW846 6020B



JC97617-2 RB-102919



Barium 0.85 J 2.0 0.73 b ug/l SW846 6020B
Copper 4.2 4.0 1.9 b ug/l SW846 6020B



(a) Elevated sample detection limit due to difficult sample matrix.
(b) Value reported is laboratory DL (MDL).
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Client Sample ID: RA-WP-118-34-38 



Lab Sample ID: JC97617-1 Date Sampled: 10/29/19 



Matrix: AQ - Ground Water   Date Received: 10/29/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum b 4730 250 160 a 160 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Antimony b 8.6 U 20 8.6 a 8.6 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic b 4.7 U 5.0 4.7 a 4.7 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Barium b 70.5 10 3.6 a 3.6 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium b 0.76 U 5.0 0.76 a 0.76 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium b 0.86 U 5.0 0.86 a 0.86 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Calcium b 12700 2500 320 a 320 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Chromium b 55.3 10 3.1 a 3.1 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt b 9.8 5.0 0.86 a 0.86 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Copper b 16.9 J 20 9.4 a 9.4 ug/l 2 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Iron b 9150 250 93 a 93 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Lead b 2.6 U 5.0 2.6 a 2.6 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium b 8370 2500 230 a 230 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Manganese b 247 10 3.2 a 3.2 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Nickel b 22.5 10 4.8 a 4.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Potassium b 3830 2500 340 a 340 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Selenium b 2.8 U 5.0 2.8 a 2.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Silver b 0.80 U 5.0 0.80 a 0.80 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Sodium b 43100 2500 710 a 710 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Thallium b 0.84 U 5.0 0.84 a 0.84 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium b 35.2 10 8.8 a 8.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Zinc b 112 50 27 a 27 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



(1) Instrument QC Batch: MA47741



(2) Instrument QC Batch: MA47752



(3) Prep QC Batch: MP18106



(a) Value reported is laboratory DL (MDL).



(b) Elevated sample detection limit due to difficult sample matrix.



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RA-WP-118-34-38 



Lab Sample ID: JC97617-1 Date Sampled: 10/29/19 



Matrix: AQ - Ground Water   Date Received: 10/29/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0080 U 0.010 0.0080 0.0058 mg/l 1 10/29/19 23:11 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Client Sample ID: RB-102919 



Lab Sample ID: JC97617-2 Date Sampled: 10/29/19 



Matrix: AQ - Equipment Blank   Date Received: 10/29/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Total Metals Analysis



Analyte Result LOQ LOD DL Units DF Prep Analyzed By Method Prep Method



Aluminum 32 U 50 32 a 32 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Antimony 1.7 U 4.0 1.7 a 1.7 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Arsenic 0.94 U 1.0 0.94 a 0.94 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Barium 0.85 J 2.0 0.73 a 0.73 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Beryllium 0.15 U 1.0 0.15 a 0.15 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cadmium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Calcium 64 U 500 64 a 64 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Chromium 0.62 U 2.0 0.62 a 0.62 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Cobalt 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Copper 4.2 4.0 1.9 a 1.9 ug/l 2 10/30/19 11/04/19 SN SW846 6020B 2 SW846 3010A 3



Iron 19 U 50 19 a 19 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Lead 0.52 U 1.0 0.52 a 0.52 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Magnesium 46 U 500 46 a 46 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Manganese 0.63 U 2.0 0.63 a 0.63 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Nickel 0.95 U 2.0 0.95 a 0.95 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Potassium 68 U 500 68 a 68 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Selenium 0.55 U 1.0 0.55 a 0.55 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Silver 0.16 U 1.0 0.16 a 0.16 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Sodium 140 U 500 140 a 140 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Thallium 0.17 U 1.0 0.17 a 0.17 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Vanadium 1.8 U 2.0 1.8 a 1.8 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



Zinc 5.4 U 10 5.4 a 5.4 ug/l 2 10/30/19 11/01/19 SN SW846 6020B 1 SW846 3010A 3



(1) Instrument QC Batch: MA47741



(2) Instrument QC Batch: MA47752



(3) Prep QC Batch: MP18106



(a) Value reported is laboratory DL (MDL).



LOQ = Limit of Quantitation DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ



12 of 555



JC97617



4
4.2











SGS North America Inc.



Report of Analysis Page 1 of 1     



Client Sample ID: RB-102919 



Lab Sample ID: JC97617-2 Date Sampled: 10/29/19 



Matrix: AQ - Equipment Blank   Date Received: 10/29/19 



Percent Solids: n/a 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



General Chemistry



Analyte Result LOQ LOD DL Units DF Analyzed By Method



Chromium, Hexavalent 0.0080 U 0.010 0.0080 0.0058 mg/l 1 10/29/19 23:11 EB SW846 7196A



LOQ = Limit of Quantitation       DL = Detection Limit U = Indicates a result < LOD



LOD = Limit of Detection B = Analyte found in associated blank J = Indicates a result >= DL (MDL) but < LOQ
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Misc. Forms



Custody Documents and Other Forms



Includes the following where applicable:



• Chain of Custody
• Sample Tracking Chronicle
• Internal Chain of Custody
• QC Evaluation: DOD QSM5.x Limits



Dayton, NJ
Section 5
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SC$ cl, ?,
Page I of]_CHAIN OF GUSTODY



SGS North America lnc. - Dayton
2235 Route't30, Dayton, NJ 08810



TEL.732-329.0200 FAX: 732-329-3499,31180



Prcject Name:



Puchack Well Field Phase ll RA - Temporary Well Point Screening DW - Drinking
GW - crcund Water



VVW - Water
SW - Surfae Water



SO - Soil
SL- Sludge



SED.Sediment
ol- oit



LIO - Other Uquid
AIR - Air



SOL - Olher Solid



FB - Field Blank
E&Equlpmont



RB - Rlnse Blank
TB . Trlp Blank



1601 Sherman Ave, Suite D



Prciect Contact E-mail



Trn Lamond, thmond@68est.com 225 Schilling Circle, Suite 400



Field lD / Point of Collection



fl commerciat"A" (Lever tl E NYASPcatesoryA l--l ooo-qsus



! commerclal"B" (Level 2) ! t'wese category a



f] NJ Reduc€d (Level 3) [ ml ttlce critertr-
E FullTlerl (Level4) [ crnce criteda-
I commerciat "c" fl set" Forr"



l--l ru.t oxop [l eoo rormat-EPA Resion:



Comm€rcial "A" = Results only; Commercial "8" = Results + QC Summary



Apprcv.d By (SGS PM): / D.b:



! tosuatnessDays



[ 5 Buslness Drys



fl o eustness Days'



! 2 Bustness Daya'



! I Buslness Day'



s6al # Li lfrc1 PBserued where applicable on



E ruot ima I at*m E nem. to: )



rNrrALAsEs sMEtfi 78 t{.
LABEL VERIFICATION-



7TP



JC97617: Chain of Custody
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15 of 555



JC97617



5
5.1











Job Number: JC97617 Client: EA ENGINEERING



Date / Time Received: 10/29/2019 5:00:00 PM Delivery Method:



Project: PUCHACK



4. No. Coolers: 1



Airbill #'s:



Cooler Security



1. Custody Seals Present:



  Y   or   N  



2. Custody Seals Intact:



3. COC Present:



4. Smpl Dates/Time OK



2. Cooler temp verification:



Cooler Temperature   Y   or   N  



1. Temp criteria achieved:



3. Cooler media:



IR Gun



Ice (Bag)



Quality Control  Preservation   Y    or   N        N/A



1. Trip Blank present / cooler:



2. Trip Blank listed on COC:



3. Samples preserved properly:



4. VOCs headspace free:



Sample Integrity - Documentation   Y     or     N  



1. Sample labels present on bottles:



2. Container labeling complete:



3. Sample container label / COC agree:



Sample Integrity - Condition   Y     or     N  



1. Sample recvd within HT:



3. Condition of sample:



2. All containers accounted for:



Sample Integrity - Instructions



1. Analysis requested is clear:



2. Bottles received for unspecified tests



3. Sufficient volume recvd for analysis:



4. Compositing instructions clear:



5. Filtering instructions clear:



Intact



  Y   or   N  



Comments



 Y     or    N          N/A



Cooler Temps (Raw Measured) °C:



Cooler Temps (Corrected) °C:



 Cooler 1: (2.2); 



 Cooler 1: (2.0); 



SM089-03
Rev. Date 12/7/17



SGS Sample Receipt Summary



Test Strip Lot #s: pH 1-12: 229517 pH 12+: 208717 Other:  (Specify)



JC97617: Chain of Custody
Page 2 of 2
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SGS North America Inc.



Internal Sample Tracking Chronicle



EA Engineering
Job No: JC97617



Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Project No:   63601306/0810



Sample
Number Method Analyzed By Prepped By Test Codes



JC97617-1 Collected: 29-OCT-19 10:49  By: ET Received: 29-OCT-19  By: AS
RA-WP-118-34-38



JC97617-1 SW846 7196A 29-OCT-19 23:11 EB XCR
JC97617-1 SW846 6020B 01-NOV-19 21:47 SN 30-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,FEMS,
KMS,MGMS,MNMS,NAMS,NIMS,
PBMS,SBMS,SEMS,TLMS,VMS,
ZNMS



JC97617-1 SW846 6020B 04-NOV-19 17:22 SN 30-OCT-19 TG CUMS



JC97617-2 Collected: 29-OCT-19 11:34  By: ET Received: 29-OCT-19  By: AS
RB-102919



JC97617-2 SW846 7196A 29-OCT-19 23:11 EB XCR
JC97617-2 SW846 6020B 01-NOV-19 21:27 SN 30-OCT-19 TG AGMS,ALMS,ASMS,BAMS,BEMS,



CAMS,CDMS,COMS,CRMS,FEMS,
KMS,MGMS,MNMS,NAMS,NIMS,
PBMS,SBMS,SEMS,TLMS,VMS,
ZNMS



JC97617-2 SW846 6020B 04-NOV-19 17:27 SN 30-OCT-19 TG CUMS



Page 1 of 1      
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SGS Internal Chain of Custody Page 1 of 1     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Received: 10/29/19



Sample.Bottle Transfer Transfer
Number FROM TO Date/Time Reason



JC97617-1.1 Secured Storage Dwayne Johnson 10/30/19 14:00 Retrieve from Storage
JC97617-1.1 Dwayne Johnson Secured Staging Area 10/30/19 14:00 Return to Storage
JC97617-1.1 Secured Staging Area Taylor Gorman 10/30/19 14:32 Retrieve from Storage
JC97617-1.1 Taylor Gorman Secured Storage 10/31/19 12:35 Return to Storage



JC97617-1.1.1 Taylor Gorman Metals Digestion 10/31/19 09:35 Digestate from JC97617-1.1
JC97617-1.1.1 Metals Digestion Taylor Gorman 10/31/19 09:36 Digestate from JC97617-1.1
JC97617-1.1.1 Taylor Gorman Metals Digestate Storage 10/31/19 09:36 Return to Storage



JC97617-1.2 Secured Storage Matthew Robbins 10/29/19 18:16 Retrieve from Storage
JC97617-1.2 Matthew Robbins Secured Staging Area 10/29/19 18:16 Return to Storage
JC97617-1.2 Secured Staging Area Elaine Banting 10/31/19 01:48 Retrieve from Storage
JC97617-1.2 Shirley Grzybowski Secured Storage 10/31/19 06:42 Return to Storage
Analyst unavailable for custody transfer.



JC97617-2.1 Secured Storage Dwayne Johnson 10/30/19 14:00 Retrieve from Storage
JC97617-2.1 Dwayne Johnson Secured Staging Area 10/30/19 14:00 Return to Storage
JC97617-2.1 Secured Staging Area Taylor Gorman 10/30/19 14:32 Retrieve from Storage
JC97617-2.1 Taylor Gorman Secured Storage 10/31/19 12:35 Return to Storage



JC97617-2.1.1 Taylor Gorman Metals Digestion 10/31/19 09:35 Digestate from JC97617-2.1
JC97617-2.1.1 Metals Digestion Taylor Gorman 10/31/19 09:36 Digestate from JC97617-2.1
JC97617-2.1.1 Taylor Gorman Metals Digestate Storage 10/31/19 09:36 Return to Storage



JC97617-2.2 Secured Storage Matthew Robbins 10/29/19 18:16 Retrieve from Storage
JC97617-2.2 Matthew Robbins Secured Staging Area 10/29/19 18:16 Return to Storage
JC97617-2.2 Secured Staging Area Elaine Banting 10/31/19 01:48 Retrieve from Storage
JC97617-2.2 Shirley Grzybowski Secured Storage 10/31/19 06:42 Return to Storage
Analyst unavailable for custody transfer.
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QC Evaluation: DOD QSM5.x Limits Page 1 of 3     
Job Number: JC97617
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/29/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18106 SW846 6020B



MP18106-B1 7429-90-5 Aluminum BSP REC 97.8 % 84-117
MP18106-B1 7440-36-0 Antimony BSP REC 92.8 % 85-117
MP18106-B1 7440-38-2 Arsenic BSP REC 90.8 % 84-116
MP18106-B1 7440-39-3 Barium BSP REC 90.6 % 86-114
MP18106-B1 7440-41-7 Beryllium BSP REC 94.9 % 83-121
MP18106-B1 7440-43-9 Cadmium BSP REC 95.1 % 87-115
MP18106-B1 7440-70-2 Calcium BSP REC 99.8 % 87-118
MP18106-B1 7440-47-3 Chromium BSP REC 95.8 % 85-116
MP18106-B1 7440-48-4 Cobalt BSP REC 95.8 % 86-115
MP18106-B1 7440-50-8 Copper BSP REC 94.3 % 85-118
MP18106-B1 7439-89-6 Iron BSP REC 105 % 87-118
MP18106-B1 7439-92-1 Lead BSP REC 101.1 % 88-115
MP18106-B1 7439-95-4 Magnesium BSP REC 97.8 % 83-118
MP18106-B1 7439-96-5 Manganese BSP REC 96.3 % 87-115
MP18106-B1 7440-02-0 Nickel BSP REC 94.5 % 85-117
MP18106-B1 7440-09-7 Potassium BSP REC 96.5 % 87-115
MP18106-B1 7782-49-2 Selenium BSP REC 85 % 80-120
MP18106-B1 7440-22-4 Silver BSP REC 94.4 % 85-116
MP18106-B1 7440-23-5 Sodium BSP REC 98.5 % 85-117
MP18106-B1 7440-28-0 Thallium BSP REC 97.8 % 82-116
MP18106-B1 7440-62-2 Vanadium BSP REC 96.4 % 86-115
MP18106-B1 7440-66-6 Zinc BSP REC 89.6 % 83-119
MP18106-S1* 7429-90-5 Aluminum MS REC 98.2 % 84-117
MP18106-S1* 7440-36-0 Antimony MS REC 93.3 % 85-117
MP18106-S1* 7440-38-2 Arsenic MS REC -75 a % 84-116
MP18106-S1* 7440-39-3 Barium MS REC 89.6 % 86-114
MP18106-S1* 7440-41-7 Beryllium MS REC 94.1 % 83-121
MP18106-S1* 7440-43-9 Cadmium MS REC 96.3 % 87-115
MP18106-S1* 7440-70-2 Calcium MS REC 101.5 % 87-118
MP18106-S1* 7440-47-3 Chromium MS REC 95.9 % 85-116
MP18106-S1* 7440-48-4 Cobalt MS REC 95.4 % 86-115
MP18106-S1* 7440-50-8 Copper MS REC 93.6 % 85-118
MP18106-S1* 7439-89-6 Iron MS REC 105 % 87-118
MP18106-S1* 7439-92-1 Lead MS REC 101 % 88-115
MP18106-S1* 7439-95-4 Magnesium MS REC 98.7 % 83-118
MP18106-S1* 7439-96-5 Manganese MS REC 96.3 % 87-115
MP18106-S1* 7440-02-0 Nickel MS REC 93.7 % 85-117
MP18106-S1* 7440-09-7 Potassium MS REC 97.3 % 87-115
MP18106-S1* 7782-49-2 Selenium MS REC 83 % 80-120
MP18106-S1* 7440-22-4 Silver MS REC 96 % 85-116
MP18106-S1* 7440-23-5 Sodium MS REC 100 % 85-117
MP18106-S1* 7440-28-0 Thallium MS REC 98.3 % 82-116



* Sample used for QC is not from job JC97617
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QC Evaluation: DOD QSM5.x Limits Page 2 of 3     
Job Number: JC97617
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/29/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18106-S1* 7440-62-2 Vanadium MS REC 96 % 86-115
MP18106-S1* 7440-66-6 Zinc MS REC 89 % 83-119
MP18106-S2* 7429-90-5 Aluminum MSD REC 88.7 % 84-117
MP18106-S2* 7429-90-5 Aluminum MSD RPD 10.1 % 20
MP18106-S2* 7440-36-0 Antimony MSD REC 94.6 % 85-117
MP18106-S2* 7440-36-0 Antimony MSD RPD 1.5 % 20
MP18106-S2* 7440-38-2 Arsenic MSD REC 37.5 a % 84-116
MP18106-S2* 7440-38-2 Arsenic MSD RPD 5.3 % 20
MP18106-S2* 7440-39-3 Barium MSD REC 91.9 % 86-114
MP18106-S2* 7440-39-3 Barium MSD RPD 2.3 % 20
MP18106-S2* 7440-41-7 Beryllium MSD REC 95.4 % 83-121
MP18106-S2* 7440-41-7 Beryllium MSD RPD 1.3 % 20
MP18106-S2* 7440-43-9 Cadmium MSD REC 88 % 87-115
MP18106-S2* 7440-43-9 Cadmium MSD RPD 9 % 20
MP18106-S2* 7440-70-2 Calcium MSD REC 102.8 % 87-118
MP18106-S2* 7440-70-2 Calcium MSD RPD .6 % 20
MP18106-S2* 7440-47-3 Chromium MSD REC 90.8 % 85-116
MP18106-S2* 7440-47-3 Chromium MSD RPD 5.4 % 20
MP18106-S2* 7440-48-4 Cobalt MSD REC 94.8 % 86-115
MP18106-S2* 7440-48-4 Cobalt MSD RPD .7 % 20
MP18106-S2* 7440-50-8 Copper MSD REC 94.1 % 85-118
MP18106-S2* 7440-50-8 Copper MSD RPD .5 % 20
MP18106-S2* 7439-89-6 Iron MSD REC 87.5 % 87-118
MP18106-S2* 7439-89-6 Iron MSD RPD 4.6 % 20
MP18106-S2* 7439-92-1 Lead MSD REC 102.1 % 88-115
MP18106-S2* 7439-92-1 Lead MSD RPD 1.1 % 20
MP18106-S2* 7439-95-4 Magnesium MSD REC 97.4 % 83-118
MP18106-S2* 7439-95-4 Magnesium MSD RPD 1.1 % 20
MP18106-S2* 7439-96-5 Manganese MSD REC 92.3 % 87-115
MP18106-S2* 7439-96-5 Manganese MSD RPD 3.5 % 20
MP18106-S2* 7440-02-0 Nickel MSD REC 93.4 % 85-117
MP18106-S2* 7440-02-0 Nickel MSD RPD .3 % 20
MP18106-S2* 7440-09-7 Potassium MSD REC 88.3 % 87-115
MP18106-S2* 7440-09-7 Potassium MSD RPD 5.8 % 20
MP18106-S2* 7782-49-2 Selenium MSD REC 77.8 % 80-120
MP18106-S2* 7782-49-2 Selenium MSD RPD 6.5 % 20
MP18106-S2* 7440-22-4 Silver MSD REC 94.8 % 85-116
MP18106-S2* 7440-22-4 Silver MSD RPD 1.2 % 20
MP18106-S2* 7440-23-5 Sodium MSD REC 94.3 % 85-117
MP18106-S2* 7440-23-5 Sodium MSD RPD 3.4 % 20
MP18106-S2* 7440-28-0 Thallium MSD REC 99.6 % 82-116
MP18106-S2* 7440-28-0 Thallium MSD RPD 1.3 % 20
MP18106-S2* 7440-62-2 Vanadium MSD REC 92 % 86-115
MP18106-S2* 7440-62-2 Vanadium MSD RPD 4.2 % 20
MP18106-S2* 7440-66-6 Zinc MSD REC 86 % 83-119



* Sample used for QC is not from job JC97617
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QC Evaluation: DOD QSM5.x Limits Page 3 of 3     
Job Number: JC97617
Account: EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ
Collected: 10/29/19



QC Sample ID CAS# Analyte Sample Result Result Units Limits
Type Type



MP18106-S2* 7440-66-6 Zinc MSD RPD 3.3 % 20



GN1827 SW846 7196A



GN1827-B1 18540-29-9 Chromium, Hexavalent BSP REC 100 % 90-111
GN1827-S3 18540-29-9 Chromium, Hexavalent MS REC 100 % 90-111
GN1827-D3 18540-29-9 Chromium, Hexavalent DUP RPD 0 % 20



(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery
information.



* Sample used for QC is not from job JC97617
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SGS North America Inc.



Metals Analysis



QC Data Summaries



Includes the following where applicable:



• Instrument Runlogs
• Initial and Continuing Calibration Blanks
• Initial and Continuing Calibration Checks
• High and Low Check Standards
• Interfering Element Check Standards
• Method Blank Summaries
• Matrix Spike and Duplicate Summaries
• Blank Spike and Lab Control Sample Summaries
• Serial Dilution Summaries
• IDL and Linear Range Summaries



Dayton, NJ
Section 6
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



13:02  MA47741-STD1    1                 See rerun, sample intro not stable. 



13:07  MA47741-STD2    1                 See rerun, sample intro not stable. 



13:12  MA47741-STD3    1                 See rerun, sample intro not stable. 



13:17  MA47741-STD4    1                 STDB 



13:22  MA47741-STD5    1                 STDC 



13:27  MA47741-STD6    1                 STDD 



13:32  MA47741-STD7    1                 STDE 



13:37  MA47741-STD8    1                 STDF 



13:42  MA47741-STD9    1                 STDG 



13:47  MA47741-STD10   1                 STDH 



13:52  MA47741-STD11   1                 STDI 



13:57  MA47741-STD12   1                 STDJ 



14:02  MA47741-STD13   1                 STDA 



14:08  MA47741-ICVA1   1                  



14:13  MA47741-ICV1    1                 60ppb Al. 



14:23  MA47741-ICB1    1                  



14:30  MA47741-CCVA1   1                  



14:35  MA47741-CCB1    1                  



14:40  MA47741-CRI1    1                  



14:49  ZZZZZZ          1                  



15:00  MA47741-ICSA1   1                  



15:05  MA47741-ICSAB1  1                  



15:10  ZZZZZZ          1                  



15:15  MA47741-CCVA2   1                  



15:20  MA47741-CCB2    1                  



15:25  ZZZZZZ          5                  



15:30  ZZZZZZ          5                  



15:35  MP18010A-PS1    5                 Wrong spike amount 



15:40  ZZZZZZ          5                  



15:45  ZZZZZZ          5                  



15:50  MP18012A-PS1    5                 Wrong spike amount 



15:55  ZZZZZZ          1                  



16:00  ZZZZZZ          1                  



_________________________________________________________________________________________________________



Page 1



Raw Data: MA47741



23 of 555



JC97617



6
6.1











SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



16:05  MP18078-S1      3                 To reanalysis for Ni and Zn with QC sample 



16:10  MP18078-S2      3                 To reanalysis for Ni and Zn with QC sample 



16:15  MA47741-CCVA3   1                  



16:20  MA47741-CCB3    1                  



16:25  TD46661-1       3                 (sample used for QC only; not part of login JC97617) 



16:30  ZZZZZZ          3                  



16:35  ZZZZZZ          10                 



16:40  MP18041-MB1     2                 CCV high RSD. Cu high 



16:46  MP18041-B1      2                 CCV high RSD 



16:51  ZZZZZZ          2                  



16:56  ZZZZZZ          2                  



17:01  MP18077A-MB1    2                 CCV high RSD 



17:06  MP18077A-MB2    2                 CCV high RSD 



17:11  MP18077A-B2     2                 CCV high RSD 



17:16  MA47741-CCVA4   1                 High RSD on Tune2 elements 



17:21  MA47741-CCB4    1                  



17:26  ZZZZZZ          2                  



17:31  MA47741-CCVA5   1                  



17:36  MA47741-CCB5    1                  



17:41  MP18077A-B3     25                 



17:46  MP18077A-S3     2                  



17:51  MP18077A-S4     2                  



17:56  JC97300-1       2                 (sample used for QC only; not part of login JC97617) 



18:01  MP18077A-SD1    10                 



18:06  ZZZZZZ          2                  



18:11  ZZZZZZ          2                  



18:16  ZZZZZZ          2                  



18:21  ZZZZZZ          2                  



18:26  MA47741-CCVA6   1                  



18:31  MA47741-CCB6    1                  



18:36  ZZZZZZ          2                  



18:41  ZZZZZZ          2                  



18:46  ZZZZZZ          2                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



18:51  ZZZZZZ          2                  



18:56  ZZZZZZ          2                  



19:01  ZZZZZZ          2                  



19:06  ZZZZZZ          2                  



19:11  ZZZZZZ          2                  



19:16  ZZZZZZ          2                  



19:21  ZZZZZZ          2                  



19:26  MA47741-CCVA7   1                  



19:31  MA47741-CCB7    1                  



19:36  ZZZZZZ          2                  



19:41  ZZZZZZ          2                  



19:46  MP18106-MB1     2                 Cu too neg. 



19:51  MP18106-B1      2                  



19:56  MP18106-S1      2                 As=1.6ppm 



20:01  MP18106-S2      2                 High RSD. As=1.6ppm 



20:06  JC97513-19      2                 (sample used for QC only; not part of login JC97617) 



20:11  MP18106-SD1     10                As=1.6ppm 



20:16  ZZZZZZ          2                  



20:21  ZZZZZZ          2                  



20:26  MA47741-CCVA8   1                  



20:31  MA47741-CCB8    1                  



20:37  ZZZZZZ          2                  



20:42  ZZZZZZ          2                  



20:47  ZZZZZZ          2                  



20:52  ZZZZZZ          2                  



20:57  ZZZZZZ          2                  



21:02  ZZZZZZ          2                  



21:07  ZZZZZZ          2                  



21:12  ZZZZZZ          2                  



21:17  MA47741-CCVA9   1                  



21:22  MA47741-CCB9    1                  



21:27  JC97617-2       2                  



21:32  ZZZZZZ          2                  



_________________________________________________________________________________________________________
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



21:37  ZZZZZZ          2                  



21:42  ZZZZZZ          2                  



21:47  JC97617-1       2                  
----------->   Last reportable sample/prep for job JC97617 



21:52  MP18041-S1      2                  



21:57  MP18041-S2      2                  



22:02  MP18041-SD1     10                JC97278-1 used 



22:07  MA47741-CCVA10  1                  



22:12  MA47741-CCB10   1                  
----------->   Last reportable CCB for job JC97617      



22:17  JC97283-1       2                 (sample used for QC only; not part of login JC97617) 



22:22  ZZZZZZ          2                  



22:27  ZZZZZZ          2                  



22:32  ZZZZZZ          2                  



22:37  ZZZZZZ          2                  



22:42  ZZZZZZ          2                  



22:47  ZZZZZZ          2                  



22:52  ZZZZZZ          2                  



22:57  MA47741-CCVA11  1                  



23:02  MA47741-CCB11   1                  



23:07  ZZZZZZ          2                  



23:12  ZZZZZZ          2                  



23:17  ZZZZZZ          2                  



23:22  ZZZZZZ          2                  



23:27  ZZZZZZ          2                  



23:32  ZZZZZZ          2                  



23:37  ZZZZZZ          2                  



23:42  ZZZZZZ          2                  



23:47  MP18106-MB1     1                  



23:52  ZZZZZZ          1                  



23:57  MA47741-CCVA12  1                  



00:02  MA47741-CCB12   1                  



00:07  ZZZZZZ          1                  



00:12  ZZZZZZ          1                  



00:17  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.
_________________________________________________________________________________________________________
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



14:08  MA47741-ICVA1   1        X X X X X X X X X X X X X X X X X X X X X 



14:13  MA47741-ICV1    1        X                                         



14:23  MA47741-ICB1    1        X X X X X X X X X X X X X X X X X X X X X 



14:30  MA47741-CCVA1   1        X X X X X X X X X X X X X X X X X X X X X 



14:35  MA47741-CCB1    1        X X X X X X X X X X X X X X X X X X X X X 



14:40  MA47741-CRI1    1        X X X X X X X X X X X X X X X X X X X X X 



14:49  ZZZZZZ          1        



15:00  MA47741-ICSA1   1        X X X X X X X X X X X X X X X X X X X X X 



15:05  MA47741-ICSAB1  1        X X X X X X X X X X X X X X X X X X X X X 



15:10  ZZZZZZ          1        



15:15  MA47741-CCVA2   1        X X X X X X X X X X X X X X X X X X X X X 



15:20  MA47741-CCB2    1        X X X X X X X X X X X X X X X X X X X X X 



15:25  ZZZZZZ          5        



15:30  ZZZZZZ          5        



15:35  MP18010A-PS1    5        Wrong spike amount



15:40  ZZZZZZ          5        



15:45  ZZZZZZ          5        



15:50  MP18012A-PS1    5        Wrong spike amount



15:55  ZZZZZZ          1        



16:00  ZZZZZZ          1        



16:05  MP18078-S1      3              X                                   



16:10  MP18078-S2      3              X                                   



16:15  MA47741-CCVA3   1        X X X X X X X X X X X X X X X X X X X X X 



16:20  MA47741-CCB3    1        X X X X X X X X X X X X X X X X X X X X X 



16:25  TD46661-1       3        CCV high RSD



16:30  ZZZZZZ          3        



16:35  ZZZZZZ          10       



16:40  MP18041-MB1     2            X X X           X           X   X     



16:46  MP18041-B1      2          X   X X           X           X   X     



16:51  ZZZZZZ          2        



16:56  ZZZZZZ          2        



17:01  MP18077A-MB1    2          X                             X   X     



17:06  MP18077A-MB2    2          X                             X   X     



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



17:11  MP18077A-B2     2          X                             X   X     



17:16  MA47741-CCVA4   1        X X X X X X X X X X X X X X X X X X X X X 



17:21  MA47741-CCB4    1        X X X X X X X X X X X X X X X X X X X X X 



17:26  ZZZZZZ          2        



17:31  MA47741-CCVA5   1        X X X X X X X X X X X X X X X X X X X X X 



17:36  MA47741-CCB5    1        X X X X X X X X X X X X X X X X X X X X X 



17:41  MP18077A-B3     25       X X X     X                   X X   X X   



17:46  MP18077A-S3     2        X X X     X                   X X   X X   



17:51  MP18077A-S4     2        X X X     X                   X X   X X   



17:56  JC97300-1       2          X X     X                   X X   X     (a)



18:01  MP18077A-SD1    10       X X X     X                   X X   X X   



18:06  ZZZZZZ          2        



18:11  ZZZZZZ          2        



18:16  ZZZZZZ          2        



18:21  ZZZZZZ          2        



18:26  MA47741-CCVA6   1        X X X X X X X X X X X X X X X X X X X X X 



18:31  MA47741-CCB6    1        X X X X X X X X X X X X X X X X X X X X X 



18:36  ZZZZZZ          2        



18:41  ZZZZZZ          2        



18:46  ZZZZZZ          2        



18:51  ZZZZZZ          2        



18:56  ZZZZZZ          2        



19:01  ZZZZZZ          2        



19:06  ZZZZZZ          2        



19:11  ZZZZZZ          2        



19:16  ZZZZZZ          2        



19:21  ZZZZZZ          2        



19:26  MA47741-CCVA7   1        X X X X X X X X X X X X X X X X X X X X X 



19:31  MA47741-CCB7    1        X X X X X X X X X X X X X X X X X X X X X 



19:36  ZZZZZZ          2        



19:41  ZZZZZZ          2        



19:46  MP18106-MB1     2        X X X X X X X X X X X X X X X X X X X X X 



19:51  MP18106-B1      2        X X X X X X X X X X X X X X X X X X X X X 



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



19:56  MP18106-S1      2        X X   X X X X X X X X X X X X X X X X X X 



20:01  MP18106-S2      2          X   X X   X       X           X   X     



20:06  JC97513-19      2                                                  (a)



20:11  MP18106-SD1     10       X X   X X X X X X X X X X X X X X X X X X 



20:16  ZZZZZZ          2        



20:21  ZZZZZZ          2        



20:26  MA47741-CCVA8   1        X X X X X X X X X X X X X X X X X X X X X 



20:31  MA47741-CCB8    1        X X X X X X X X X X X X X X X X X X X X X 



20:37  ZZZZZZ          2        



20:42  ZZZZZZ          2        



20:47  ZZZZZZ          2        



20:52  ZZZZZZ          2        



20:57  ZZZZZZ          2        



21:02  ZZZZZZ          2        



21:07  ZZZZZZ          2        



21:12  ZZZZZZ          2        



21:17  MA47741-CCVA9   1        X X X X X X X X X X X X X X X X X X X X X 



21:22  MA47741-CCB9    1        X X X X X X X X X X X X X X X X X X X X X 



21:27  JC97617-2       2        X X X X X X X X X X X X X X X X X X X X X 



21:32  ZZZZZZ          2        



21:37  ZZZZZZ          2        



21:42  ZZZZZZ          2        



21:47  JC97617-1       2        X X X X X X X X X X X X X X X X X X X X X 



21:52  MP18041-S1      2        X X X X X X X   X X X X X X X X X X X X X 



21:57  MP18041-S2      2        X X X X X X X   X X X X X X X X X X X X X 



22:02  MP18041-SD1     10       JC97278-1 used



22:07  MA47741-CCVA10  1        X X X X X X X X X X X X X X X X X X X X X 



22:12  MA47741-CCB10   1        X X X X X X X X X X X X X X X X X X X X X 



22:17  JC97283-1       2        X X X X X X X   X X X X X X X X X X X X X (a)



22:22  ZZZZZZ          2        



22:27  ZZZZZZ          2        



22:32  ZZZZZZ          2        



22:37  ZZZZZZ          2        



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n



_________________________________________________________________________________________________________ 
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample          Element: A S A B B C C C C F P M M N K S A N T V Z
Time   Description     Dilution l b s a e d a r o e b g n i   e g a l   n



22:42  ZZZZZZ          2        



22:47  ZZZZZZ          2        



22:52  ZZZZZZ          2        



22:57  MA47741-CCVA11  1        X X X X X X X X X X X X X X X X X X X X X 



23:02  MA47741-CCB11   1        X X X X X X X X X X X X X X X X X X X X X 



23:07  ZZZZZZ          2        



23:12  ZZZZZZ          2        



23:17  ZZZZZZ          2        



23:22  ZZZZZZ          2        



23:27  ZZZZZZ          2        



23:32  ZZZZZZ          2        



23:37  ZZZZZZ          2        



23:42  ZZZZZZ          2        



23:47  MP18106-MB1     1        



23:52  ZZZZZZ          1        



23:57  MA47741-CCVA12  1        X X X X X X X X X X X X X X X X X X X X X 



00:02  MA47741-CCB12   1        X X X X X X X X X X X X X X X X X X X X X 



00:07  ZZZZZZ          1        



00:12  ZZZZZZ          1        



00:17  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97617.



Element: A S A B B C C C C F P M M N K S A N T V Z
l b s a e d a r o e b g n i   e g a l   n
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



13:02  MA47741-STD1   No results reported for the elements associated with this internal standard.



13:07  MA47741-STD2   No results reported for the elements associated with this internal standard.



13:12  MA47741-STD3   No results reported for the elements associated with this internal standard.



13:17  MA47741-STD4   103.946   107.429   98.983    101.273   106.167   99.892    101.705   104.992   



13:22  MA47741-STD5   105.537   108.576   98.208    99.239    105.559   99.902    100.391   105.941   



13:27  MA47741-STD6   106.823   110.801   97.737    98.105    107.085   99.231    98.63     106.722   



13:32  MA47741-STD7   105.894   108.255   97.858    98.303    106.311   98.076    98.051    105.409   



13:37  MA47741-STD8   104.689   107.469   96.927    97.795    105.367   97.834    98.386    106.192   



13:42  MA47741-STD9   103.176   106.568   96.483    97.889    104.021   97.66     98.458    104.048   



13:47  MA47741-STD10  104.178   107.405   97.92     98.395    105.698   98.367    99.284    105.143   



13:52  MA47741-STD11  104.924   108.619   98.699    98.743    104.149   99.258    99.012    104.386   



13:57  MA47741-STD12  104.281   108.481   98.063    98.102    105.338   98.33     97.911    103.926   



14:02  MA47741-STD13  100       100       100       100       100       100       100       100       



14:08  MA47741-ICVA1  99.752    100.565   100.515   100.484   100.982   99.747    99.882    101.178   



14:13  MA47741-ICV1   99.906    99.926    99.855    99.67     100.202   99.032    99.494    100.045   



14:23  MA47741-ICB1   100.051   99.364    102.635   101.423   99.795    101.322   100.49    99.026    



14:30  MA47741-CCVA1  98.7      100.604   103.71    101.719   100.532   100.91    100.138   100.195   



14:35  MA47741-CCB1   97.083    97.837    101.16    100.15    98.086    100.502   99.817    97.749    



14:40  MA47741-CRI1   99.498    100.667   101.575   99.803    100.573   102.384   99.74     100.525   



14:49  ZZZZZZ         100.272   100.355   102.959   101.42    99.99     101.731   100.51    100.869   



15:00  MA47741-ICSA1  95.215    96.215    100.84    99.918    98.117    98.856    97.806    93.709    



15:05  MA47741-ICSAB1 94.924    96.919    98.694    99.933    98.808    97.283    98.373    94.28     



15:10  ZZZZZZ         97.913    98.05     96.767    99.532    98.634    95.44     100.579   99.019    



15:15  MA47741-CCVA2  96.902    97.868    96.337    99.82     98.243    96.833    98.487    98.705    



15:20  MA47741-CCB2   77.284    78.84     96.62     99.234    78.669    97.19     100.308   77.65     



15:25  ZZZZZZ         99.967    100.448   98.189    101.105   101.386   98.743    100.919   100.766   



15:30  ZZZZZZ         97.573    101.361   100.384   103.076   100.848   98.999    100.722   101.228   



15:35  MP18010A-PS1   No results reported for the elements associated with this internal standard.



15:40  ZZZZZZ         99.658    102.169   94.906    103.819   102.414   96.457    102.777   101.714   



15:45  ZZZZZZ         99.055    102.24    102.377   104.437   102.782   100.651   102.492   102.705   



15:50  MP18012A-PS1   No results reported for the elements associated with this internal standard.



15:55  ZZZZZZ         100.163   102.421   103.358   104.798   102.995   102.63    104.416   103.174   



16:00  ZZZZZZ         99.141    103.779   104.603   105.586   102.864   102.43    103.982   103.65    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



16:05  MP18078-S1     95.587    100.327   100.384   102.785   101.184   99.873    101.966   100.567   



16:10  MP18078-S2     95.13     100.24    100.89    102.799   101.211   99.382    100.526   100.861   



16:15  MA47741-CCVA3  97.375    100.224   99.915    101.762   100.22    98.703    100.032   99.908    



16:20  MA47741-CCB3   96.258    98.237    97.779    101.083   97.974    97.296    100.284   97.566    



16:25  TD46661-1      No results reported for the elements associated with this internal standard.



16:30  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:35  ZZZZZZ         99.372    102.564   101.778   101.075   101.695   100.419   99.932    101.397   



16:40  MP18041-MB1    102.158   101.821   97.724    105.577   108.323   103.679   109.931   107.496   



16:46  MP18041-B1     98.874    99.599    97.083    105.147   105.06    101.162   108.39    103.935   



16:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:01  MP18077A-MB1   98.454    99.073    97.131    104.079   103.182   100.857   106.066   103.768   



17:06  MP18077A-MB2   98.814    99.972    95.906    106.078   107.78    104.496   111.181   107.473   



17:11  MP18077A-B2    98.143    99.789    97.118    106.037   105.787   102.924   110.52    106.015   



17:16  MA47741-CCVA4  98.759    100.768   97.305    113.021   100.663   96.696    107.224   100.691   



17:21  MA47741-CCB4   98.727    99.378    98.828    92.313    99.007    98.035    93.342    98.394    



17:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:31  MA47741-CCVA5  99.627    101.755   103.003   103.163   100.798   100.849   100.252   101.01    



17:36  MA47741-CCB5   99.734    98.944    98.807    101.828   98.629    97.993    100.935   97.783    



17:41  MP18077A-B3    99.061    100.195   100.156   102.423   99.816    97.189    100.527   99.245    



17:46  MP18077A-S3    94.149    98.609    95.658    102.568   101.118   97.544    103.389   100.133   



17:51  MP18077A-S4    94.609    99.219    94.906    101.94    101.205   97.292    102.653   100.867   



17:56  JC97300-1      94.97     97.814    93.229    100.098   99.697    97.716    101.898   98.381    



18:01  MP18077A-SD1   92.919    91.646    99.633    99.452    92.154    96.738    97.787    91.8      



18:06  ZZZZZZ         98.944    97.115    93.871    102.624   102.184   99.941    105.338   101.577   



18:11  ZZZZZZ         97.905    97.077    93.808    101.22    103.091   100.076   106.007   102.565   



18:16  ZZZZZZ         97.982    96.999    92.94     101.991   103.061   100.349   105.785   102.647   



18:21  ZZZZZZ         98.325    96.44     93.093    100.665   101.536   99.018    105.601   101.4     



18:26  MA47741-CCVA6  97.617    96.917    96.691    98.411    95.45     95.429    96.31     95.994    



18:31  MA47741-CCB6   96.735    95.624    95.757    97.777    94.266    94.818    96.989    94.209    



18:36  ZZZZZZ         98.228    96.489    87.423    102.284   102.631   92.987    106.689   101.932   



18:41  ZZZZZZ         97.699    95.737    94.182    97.913    101.702   99.391    102.622   100.783   



18:46  ZZZZZZ         98.449    96.999    93.225    101.74    103.332   99.488    106.764   101.69    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



18:51  ZZZZZZ         97.081    95.436    93.22     95.853    101.983   98.911    102.14    101.004   



18:56  ZZZZZZ         97.395    95.218    92.175    99.277    101.091   98.566    105.224   100.964   



19:01  ZZZZZZ         97.777    95.186    91.639    99.779    101.938   96.913    105.126   100.233   



19:06  ZZZZZZ         96.801    94.301    91.45     98.754    100.93    97.217    103.176   99.898    



19:11  ZZZZZZ         97.021    94.499    91.458    98.517    99.529    96.652    103.492   98.642    



19:16  ZZZZZZ         97.275    94.33     91.133    99.366    100.505   95.831    104.211   99.047    



19:21  ZZZZZZ         96.23     93.624    90.105    97.561    99.653    95.568    102.744   98.337    



19:26  MA47741-CCVA7  94.626    93.125    92.507    95.136    91.392    91.303    93.497    91.907    



19:31  MA47741-CCB7   95.018    92.533    92.921    93.897    91.779    91.11     93.288    90.724    



19:36  ZZZZZZ         93.592    91.277    89.823    97.445    94.933    94.383    102.004   95.149    



19:41  ZZZZZZ         92.943    93.917    89.656    96.557    97.439    93.043    99.996    96.034    



19:46  MP18106-MB1    94.603    92.73     91.173    98.394    97.507    95.944    103.419   96.958    



19:51  MP18106-B1     95.496    93.19     90.963    98.223    97.029    93.666    101.353   96.408    



19:56  MP18106-S1     93.946    93.276    89.764    97.903    99.319    96.635    102.623   98.081    



20:01  MP18106-S2     94.031    92.871    83.056    90.602    99.11     90.104    96.074    98.506    



20:06  JC97513-19     92.511    91.914    88.841    97.004    97.337    93.13     102.043   96.358    



20:11  MP18106-SD1    94.156    94.511    92.992    95.535    92.344    91.87     94.345    91.849    



20:16  ZZZZZZ         93.012    92.022    89.393    96.603    96.639    94.383    102.185   94.803    



20:21  ZZZZZZ         93.211    91.601    89.205    95.703    97.31     93.994    101.952   96.671    



20:26  MA47741-CCVA8  95.032    94.94     92.925    93.547    93.432    90.788    91.393    93.384    



20:31  MA47741-CCB8   93.237    95.145    91.912    93.189    91.053    89.648    91.427    90.304    



20:37  ZZZZZZ         94.446    91.626    88.352    95.632    96.007    92.981    101.837   94.664    



20:42  ZZZZZZ         94.577    92.176    89.098    96.79     96.93     93.989    102.918   95.717    



20:47  ZZZZZZ         94.959    91.754    87.778    95.635    98.796    94.115    102.008   97.783    



20:52  ZZZZZZ         92.118    90.119    87.561    94.115    95.897    92.585    99.558    93.557    



20:57  ZZZZZZ         90.075    89.783    86.791    95.564    94.034    91.537    101.808   93.738    



21:02  ZZZZZZ         90.576    89.647    87.212    95.763    94.3      92.919    101.649   93.718    



21:07  ZZZZZZ         91.275    90.052    86.038    95.533    96.664    92.819    102.326   96.632    



21:12  ZZZZZZ         91.907    90.477    87.101    95.554    95.649    91.87     100.538   94.447    



21:17  MA47741-CCVA9  93.075    93.935    94.454    95.165    91.798    91.404    91.486    92.056    



21:22  MA47741-CCB9   92.423    91.772    92.004    93.63     89.501    89.716    91.244    89.152    



21:27  JC97617-2      92.546    90.234    88.287    95.542    94.887    92.271    100.453   93.387    



21:32  ZZZZZZ         93.738    90.857    88.954    95.866    94.952    91.286    101.206   94.3      
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



21:37  ZZZZZZ         89.489    89.537    86.109    94.415    92.787    88.698    98.358    91.647    



21:42  ZZZZZZ         91.624    90.522    88.38     96.417    94.478    92.935    100.013   93.371    



21:47  JC97617-1      90.944    90.338    87.567    95.204    95.824    90.535    99.775    94.3      



21:52  MP18041-S1     89.098    89.613    87.731    94.426    92.943    89.968    98.62     92.612    



21:57  MP18041-S2     88.4      88.92     86.547    94.242    92.397    88.287    97.491    92.669    



22:02  MP18041-SD1    No results reported for the elements associated with this internal standard.



22:07  MA47741-CCVA10 89.439    91.047    90.028    92.009    89.157    87.345    90.137    88.832    



22:12  MA47741-CCB10  89.19     89.849    88.663    91.139    88.293    87.202    88.783    87.864    



22:17  JC97283-1      89.092    89.171    86.701    92.555    91.441    88.478    97.89     91.378    



22:22  ZZZZZZ         87.251    87.82     84.897    92.703    90.66     87.685    96.274    89.995    



22:27  ZZZZZZ         88.717    87.935    86.02     92.172    90.922    87.416    96.713    90.413    



22:32  ZZZZZZ         87.029    87.405    86.155    91.468    90.454    88.833    97.056    90.078    



22:37  ZZZZZZ         88.039    87.368    84.81     90.643    89.173    86.83     96.787    89.392    



22:42  ZZZZZZ         87.738    88.536    84.887    91.744    91.304    88.052    97.504    91.003    



22:47  ZZZZZZ         87.072    87.859    84.549    91.996    91.467    87.931    97.826    90.049    



22:52  ZZZZZZ         86.963    87.836    84.398    90.167    90.598    86.823    96.285    90.003    



22:57  MA47741-CCVA11 86.445    87.841    87.022    88.327    86.513    84.831    85.794    86.928    



23:02  MA47741-CCB11  86.143    86.268    86.119    87.622    86.145    84.297    86.748    85.23     



23:07  ZZZZZZ         87.559    86.515    83.721    89.643    88.373    86.761    96.594    87.896    



23:12  ZZZZZZ         86.425    87.055    83.953    89.741    90.469    85.919    96.211    89.741    



23:17  ZZZZZZ         87.035    86.728    82.511    88.002    89.495    84.828    96.117    88.818    



23:22  ZZZZZZ         86.004    85.926    75.138    88.335    88.207    78.741    97.408    87.931    



23:27  ZZZZZZ         85.661    85.867    82.937    88.628    87.898    85.378    94.574    88.089    



23:32  ZZZZZZ         86.113    86.682    83.516    89.857    89.277    87.253    96.636    88.476    



23:37  ZZZZZZ         86.015    87.13     82.541    88.762    87.856    84.297    94.489    87.762    



23:42  ZZZZZZ         86.73     86.107    82.709    88.272    89.125    84.395    95.171    87.585    



23:47  MP18106-MB1    No results reported for the elements associated with this internal standard.



23:52  ZZZZZZ         87.651    86.436    84.877    86.328    84.623    82.593    84.352    83.65     



23:57  MA47741-CCVA12 85.853    86.32     84.314    85.26     85.058    81.913    83.95     84.892    



00:02  MA47741-CCB12  85.972    85.029    84.042    86.562    83.678    81.761    85.335    83.217    



00:07  ZZZZZZ         85.396    86.038    84.92     85.48     84.715    82.787    84.796    84.269    



00:12  ZZZZZZ         85.734    85.917    85.494    85.39     84.422    83.167    84.326    84.409    



00:17  ZZZZZZ         86.064    86.152    85.912    86.679    84.848    82.942    84.908    84.596    



! = Outside limits.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (72-1)         60-125 %   60-125 %  
Istd#6  Germanium (72-2)         60-125 %   60-125 %  
Istd#7  Germanium (72-3)         60-125 %   60-125 %  
Istd#8  Germanium (74-1)         60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



13:02  MA47741-STD1   No results reported for the elements associated with this internal standard.



13:07  MA47741-STD2   No results reported for the elements associated with this internal standard.



13:12  MA47741-STD3   No results reported for the elements associated with this internal standard.



13:17  MA47741-STD4   99.966    100.915   106.603   99.221    101.949   105.183   100.116   107.339   



13:22  MA47741-STD5   99.679    99.645    107.559   100.084   100.164   106.482   99.941    108.173   



13:27  MA47741-STD6   99.371    98.297    108.658   99.084    99.195    107.721   98.598    110.254   



13:32  MA47741-STD7   98.984    97.977    106.597   99.268    99.378    106.175   98.146    108.785   



13:37  MA47741-STD8   98.815    96.896    107.32    98.227    98.823    106.041   97.413    106.98    



13:42  MA47741-STD9   97.405    97.918    104.9     97.415    98.621    104.659   97.426    106.513   



13:47  MA47741-STD10  98.924    99.529    105.056   98.006    99.422    104.684   98.128    108.104   



13:52  MA47741-STD11  99.251    97.946    104.08    97.977    97.53     104.061   98.053    109.31    



13:57  MA47741-STD12  98.11     96.669    103.081   96.307    95.82     103.763   96.959    107.758   



14:02  MA47741-STD13  100       100       100       100       100       100       100       100       



14:08  MA47741-ICVA1  100.497   100.357   97.793    98.705    97.221    100.266   99.193    99.34     



14:13  MA47741-ICV1   100.271   100.063   100.314   100.172   99.491    100.285   99.768    101.232   



14:23  MA47741-ICB1   102.41    100.408   99.5      101.625   99.163    100.456   102.26    101.263   



14:30  MA47741-CCVA1  101.649   100.75    98.505    100.116   96.408    100.179   101.029   101.038   



14:35  MA47741-CCB1   101.753   100.693   98.287    100.583   99.067    98.319    100.22    98.366    



14:40  MA47741-CRI1   101.713   99.457    100.216   101.391   99.536    100.338   101.715   100.484   



14:49  ZZZZZZ         102.201   101.269   100.208   101.228   100.113   100.566   101.427   100.651   



15:00  MA47741-ICSA1  96.632    93.342    88.448    89.597    86.555    91.173    92.246    97.968    



15:05  MA47741-ICSAB1 95.074    94.061    88.913    89.535    87.573    92.053    90.19     97.472    



15:10  ZZZZZZ         97.305    99.981    98.437    98.823    100.345   99.349    97.449    100.971   



15:15  MA47741-CCVA2  97.882    98.701    96.442    96.499    97.184    99.351    95.703    100.044   



15:20  MA47741-CCB2   98.269    99.974    79.659    99.266    100.399   81.85     97.257    79.835    



15:25  ZZZZZZ         99.339    100.66    102.149   100.559   101.328   102.64    98.84     102.322   



15:30  ZZZZZZ         100.297   100.93    100.262   100.295   99.729    101.994   99.532    103.333   



15:35  MP18010A-PS1   No results reported for the elements associated with this internal standard.



15:40  ZZZZZZ         96.919    103.18    101.924   97.244    102.594   102.648   95.592    102.366   



15:45  ZZZZZZ         101.307   102.15    101.544   100.935   100.822   102.526   100.186   103.487   



15:50  MP18012A-PS1   No results reported for the elements associated with this internal standard.



15:55  ZZZZZZ         104.025   103.931   102.599   103.158   103.163   102.897   101.82    103.18    



16:00  ZZZZZZ         103.564   103.976   102.225   102.929   102.23    103.141   102.128   103.627   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



16:05  MP18078-S1     101.114   102.227   99.102    98.963    99.009    101.077   99.176    102.314   



16:10  MP18078-S2     100.581   101.622   98.671    98.945    98.524    101.262   99.366    101.681   



16:15  MA47741-CCVA3  100.206   100.172   98.827    98.526    97.964    100.302   97.897    101.922   



16:20  MA47741-CCB3   98.542    99.42     98.987    99.11     99.057    99.266    97.706    101.126   



16:25  TD46661-1      No results reported for the elements associated with this internal standard.



16:30  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:35  ZZZZZZ         101.664   99.277    97.607    98.575    94.529    100.678   99.642    104.159   



16:40  MP18041-MB1    103.063   110.233   102.077   100.221   103.686   103.26    97.579    107.061   



16:46  MP18041-B1     102.64    109.343   98.513    98.404    101.767   100.712   96.047    105.282   



16:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:01  MP18077A-MB1   101.684   105.845   98.989    98.867    103.108   100.979   95.732    105.249   



17:06  MP18077A-MB2   105.985   110.54    99.754    98.833    103.33    101.764   95.926    105.681   



17:11  MP18077A-B2    102.676   110.136   98.499    98.147    101.514   100.829   96.182    105.091   



17:16  MA47741-CCVA4  97.579    107.779   98.195    95.034    106.693   100.34    94.8      103.741   



17:21  MA47741-CCB4   99.214    93.758    98.279    98.778    91.64     99.563    97.301    102.025   



17:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:31  MA47741-CCVA5  101.891   100.984   98.934    100.117   98.151    100.087   99.435    103.641   



17:36  MA47741-CCB5   98.094    100.379   97.466    97.454    99.35     98.587    96.728    100.5     



17:41  MP18077A-B3    99.253    100.57    98.072    98.293    99.147    99.39     97.131    101.248   



17:46  MP18077A-S3    99.115    102.071   88.968    89.012    90.586    93.105    89.68     101.7     



17:51  MP18077A-S4    98.559    102.066   89.079    88.212    90.829    92.971    88.656    99.023    



17:56  JC97300-1      97.251    100.772   87.356    87.48     90.761    91.187    88.176    98.53     



18:01  MP18077A-SD1   97.923    96.586    86.903    94.817    94.224    89        95.573    92.127    



18:06  ZZZZZZ         100.338   105.613   96.029    95.182    100.044   97.019    92.384    100.393   



18:11  ZZZZZZ         101.243   106.353   94.222    93.875    97.76     96.255    92.091    101.547   



18:16  ZZZZZZ         100.575   105.322   93.255    93.108    97.594    95.291    91.66     100.978   



18:21  ZZZZZZ         99.989    105.322   92.588    92.61     97.635    95.407    90.984    99.9      



18:26  MA47741-CCVA6  95.554    97.17     92.66     93.741    94.76     94.716    93.572    98.408    



18:31  MA47741-CCB6   95.214    96.682    93.32     94.394    96.29     93.929    93.537    96.814    



18:36  ZZZZZZ         94.51     106.621   94.459    88.432    99.389    95.561    85.699    100.19    



18:41  ZZZZZZ         100.434   101.954   91.963    92.59     92.869    94.187    91.251    99.853    



18:46  ZZZZZZ         100.88    105.971   92.693    92.983    97.505    95.279    91.355    100.742   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



18:51  ZZZZZZ         99.738    101.723   92.041    91.366    91.22     94.3      90.474    99.59     



18:56  ZZZZZZ         98.804    105.486   91.463    91.83     95.633    94.633    90.539    99.236    



19:01  ZZZZZZ         98.066    104.766   91.145    91.472    96.628    94.658    90.021    99.16     



19:06  ZZZZZZ         98.28     103.256   91.264    90.514    95.74     93.858    89.439    99.924    



19:11  ZZZZZZ         97.605    104.211   90.43     90.035    94.303    93.259    88.766    99.02     



19:16  ZZZZZZ         97.022    104.214   91.348    90.457    94.794    93.336    88.857    99.224    



19:21  ZZZZZZ         97.006    102.616   90.172    90.125    94.929    92.745    88.781    98.267    



19:26  MA47741-CCVA7  92.079    93.687    88.566    90.623    92.053    91.023    89.966    95.383    



19:31  MA47741-CCB7   91.925    93.436    90.657    91.606    93.513    90.871    89.919    95.842    



19:36  ZZZZZZ         95.604    100.853   86.279    88.412    92.371    89.969    87.571    96.626    



19:41  ZZZZZZ         93.768    99.299    86.815    86.641    89.967    89.26     85.734    97.042    



19:46  MP18106-MB1    96.829    103.475   90.793    91.363    96.105    91.87     88.57     98.854    



19:51  MP18106-B1     94.58     100.976   90.755    89.779    94.144    92.185    88.795    98.458    



19:56  MP18106-S1     96.61     102.992   89.136    89.588    93.188    91.367    87.668    98.633    



20:01  MP18106-S2     90.855    96.755    89.409    82.506    86.555    92.225    81.106    97.968    



20:06  JC97513-19     94.263    102.468   89.224    88.689    93.529    91.701    87.437    98.641    



20:11  MP18106-SD1    92.813    93.805    90.894    91.365    93.236    92.65     91.602    97.079    



20:16  ZZZZZZ         95.387    101.64    89.507    89.211    93.559    90.576    87.511    97.981    



20:21  ZZZZZZ         95.034    101.096   88.895    89.208    93.466    91.052    87.333    98.763    



20:26  MA47741-CCVA8  91.431    92.57     89.915    90.063    90.681    92.497    89.555    97.494    



20:31  MA47741-CCB8   90.752    92.212    92.272    90.167    91.43     97.108    89.396    98.973    



20:37  ZZZZZZ         93.841    102.028   89.796    88.686    94.184    90.449    86.591    97.863    



20:42  ZZZZZZ         95.138    103.084   89.844    89.724    95.151    90.681    86.782    99.165    



20:47  ZZZZZZ         95.146    102.228   89.944    88.731    94.345    90.366    86.313    97.84     



20:52  ZZZZZZ         91.97     99.11     87.41     86.655    90.269    89.268    85.199    98.387    



20:57  ZZZZZZ         92.686    101.371   86.711    86.899    92.406    89.827    85.982    96.999    



21:02  ZZZZZZ         94.354    101.307   87.505    87.705    93.111    89.646    86.194    97.146    



21:07  ZZZZZZ         93.053    102.819   87.648    86.413    92.517    89.729    84.802    99.128    



21:12  ZZZZZZ         93.26     99.694    88.47     86.725    91.551    89.712    84.783    98.32     



21:17  MA47741-CCVA9  91.978    91.999    89.302    88.837    89.405    90.862    89.262    98.592    



21:22  MA47741-CCB9   90.311    91.68     89.488    89.927    91.075    90.547    89.094    97.35     



21:27  JC97617-2      93.039    100.151   88.866    88.427    92.489    89.208    86.185    98.255    



21:32  ZZZZZZ         92.511    100.658   89.464    88.552    92.826    90.547    86.579    98.574    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



21:37  ZZZZZZ         89.539    98.07     84.784    83.551    88.668    88.306    83.318    98.65     



21:42  ZZZZZZ         92.945    100.089   87.412    86.666    91.156    89.506    85.408    98.487    



21:47  JC97617-1      91.403    98.585    87.87     86.68     90.377    90.101    85.956    99.197    



21:52  MP18041-S1     90.262    98.508    86.552    85.699    89.98     89.407    84.901    97.928    



21:57  MP18041-S2     90.071    97.482    85.805    84.545    89.063    89.16     83.967    97.233    



22:02  MP18041-SD1    No results reported for the elements associated with this internal standard.



22:07  MA47741-CCVA10 87.768    90.05     86.763    86.595    88.531    88.563    86.465    96.37     



22:12  MA47741-CCB10  88.069    88.175    87.814    86.842    88.633    88.628    86.288    96.096    



22:17  JC97283-1      90.198    96.886    86.162    85.242    89.461    89.185    84.789    97.008    



22:22  ZZZZZZ         89.19     96.118    84.545    84.2      88.273    87.471    83.432    97.39     



22:27  ZZZZZZ         88.282    96.332    84.58     83.938    88.756    87.795    83.343    97.619    



22:32  ZZZZZZ         88.943    96.732    85.274    84.395    88.407    87.275    83.93     97.116    



22:37  ZZZZZZ         87.515    96.878    83.358    83.159    87.155    86.215    82.56     96.807    



22:42  ZZZZZZ         89.564    96.997    84.333    83.183    87.686    86.15     82.605    96.387    



22:47  ZZZZZZ         88.379    96.763    84.122    83.276    87.452    86.407    82.993    96.663    



22:52  ZZZZZZ         88.04     96.435    84.722    82.893    87.47     87.249    82.159    97.381    



22:57  MA47741-CCVA11 85.024    86.793    84.695    83.876    85.087    85.944    84.146    95.343    



23:02  MA47741-CCB11  84.916    85.409    85.174    84.907    86.96     86.036    83.712    94.123    



23:07  ZZZZZZ         88.13     96.159    84.011    83.04     87.185    86.041    82.561    95.299    



23:12  ZZZZZZ         86.882    95.785    83.717    82.224    86.121    86.634    81.498    95.996    



23:17  ZZZZZZ         86.636    95.353    83.959    81.432    85.765    85.734    80.82     96.005    



23:22  ZZZZZZ         78.678    96.183    82.902    74.879    86.847    85.665    73.913    95.485    



23:27  ZZZZZZ         87.812    94.892    82.128    80.944    85.694    85.061    80.8      94.843    



23:32  ZZZZZZ         87.357    95.376    83.746    82.317    87.055    86.353    81.058    96.711    



23:37  ZZZZZZ         85.703    94.032    82.895    81.122    85.542    85.027    80.731    95.673    



23:42  ZZZZZZ         84.923    94.781    83.077    80.71     85.77     84.755    80.042    95.308    



23:47  MP18106-MB1    No results reported for the elements associated with this internal standard.



23:52  ZZZZZZ         83.541    84.019    84.673    83.307    86        85.055    82.185    94.585    



23:57  MA47741-CCVA12 82.811    84.202    82.536    81.239    83.369    84.149    80.98     93.525    



00:02  MA47741-CCB12  82.346    84.543    83.313    82.796    86.431    83.997    81.42     88.012    



00:07  ZZZZZZ         83.737    84.987    83.604    82.93     85.298    84.268    81.999    92.538    



00:12  ZZZZZZ         84.048    84.573    83.811    82.958    85.1      84.278    81.811    88.244    



00:17  ZZZZZZ         84.544    84.767    83.311    83.001    86.1      84.245    82.53     92.794    



! = Outside limits.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Germanium (74-2)         60-125 %   60-125 %  
Istd#10 Germanium (74-3)         60-125 %   60-125 %  
Istd#11 Rhodium (103-1)          60-125 %   60-125 %  
Istd#12 Rhodium (103-2)          60-125 %   60-125 %  
Istd#13 Rhodium (103-3)          60-125 %   60-125 %  
Istd#14 Indium (115-1)           60-125 %   60-125 %  
Istd#15 Indium (115-2)           60-125 %   60-125 %  
Istd#16 Terbium (159-1)          60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



13:02  MA47741-STD1   No results reported for the elements associated with this internal standard.



13:07  MA47741-STD2   No results reported for the elements associated with this internal standard.



13:12  MA47741-STD3   No results reported for the elements associated with this internal standard.



13:17  MA47741-STD4   99.206    101.863   106.305   99.865    104.339   99.533    



13:22  MA47741-STD5   100.125   100.421   107.803   99.773    105.772   99.498    



13:27  MA47741-STD6   99.534    99.273    109.233   98.985    107.529   98.938    



13:32  MA47741-STD7   99.335    99.815    107.524   99.162    105.089   99.096    



13:37  MA47741-STD8   98.712    99.665    107.498   97.897    106.045   98.635    



13:42  MA47741-STD9   98.353    99.677    106.592   98.29     103.628   98.215    



13:47  MA47741-STD10  99.128    100.251   107.076   98.799    104.316   98.354    



13:52  MA47741-STD11  99.501    99.435    107.185   99.403    102.375   97.518    



13:57  MA47741-STD12  99.048    98.53     107.092   99.501    101.54    95.398    



14:02  MA47741-STD13  100       100       100       100       100       100       



14:08  MA47741-ICVA1  101.648   100.506   100.712   101.511   98.669    99.12     



14:13  MA47741-ICV1   100.2     99.854    100.881   99.169    100.622   99.341    



14:23  MA47741-ICB1   101.698   99.202    100.289   101.258   99.857    100.506   



14:30  MA47741-CCVA1  101.817   98.16     100.908   102.14    99.312    99.325    



14:35  MA47741-CCB1   100.214   98.743    98.515    99.196    98.18     99.601    



14:40  MA47741-CRI1   101.45    99.904    100.703   100.645   100.707   100.469   



14:49  ZZZZZZ         101.24    100.134   100.662   100.972   100.308   100.533   



15:00  MA47741-ICSA1  96.858    93.358    97.023    96.537    89.217    87.924    



15:05  MA47741-ICSAB1 96.208    94.074    97.89     96.126    89.835    87.825    



15:10  ZZZZZZ         98.556    100.058   100.81    97.793    100.521   98.505    



15:15  MA47741-CCVA2  99.682    99.661    100.913   98.706    98.412    96.528    



15:20  MA47741-CCB2   98.687    100.619   81.002    99.094    79.686    99.053    



15:25  ZZZZZZ         100.597   101.011   102.885   100.086   103.495   100.642   



15:30  ZZZZZZ         101.058   100.876   103.385   100.72    101.048   99.604    



15:35  MP18010A-PS1   No results reported for the elements associated with this internal standard.



15:40  ZZZZZZ         96.376    101.284   102.175   95.273    101.939   96.284    



15:45  ZZZZZZ         102.255   101.563   103.266   101.452   100.997   99.852    



15:50  MP18012A-PS1   No results reported for the elements associated with this internal standard.



15:55  ZZZZZZ         101.647   101.373   101.34    100.622   101.462   100.596   



16:00  ZZZZZZ         103.19    102.186   103.461   102.216   101.558   100.228   
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



16:05  MP18078-S1     100.95    101.339   101.761   100.961   99.735    99.319    



16:10  MP18078-S2     101.751   100.597   101.219   101.161   99.473    99.295    



16:15  MA47741-CCVA3  100.313   100.087   101.703   100.171   98.908    97.27     



16:20  MA47741-CCB3   98.079    99.691    99.269    97.608    98.033    97.294    



16:25  TD46661-1      No results reported for the elements associated with this internal standard.



16:30  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:35  ZZZZZZ         101.949   97.735    102.45    101.521   97.312    97.157    



16:40  MP18041-MB1    100.457   103.407   104.056   100.577   101.62    98.528    



16:46  MP18041-B1     100.229   103.129   103.36    100.004   100.181   97.192    



16:51  ZZZZZZ         No results reported for the elements associated with this internal standard.



16:56  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:01  MP18077A-MB1   99.2      102.386   102.324   99.027    100.127   97.393    



17:06  MP18077A-MB2   99.413    103.218   103.221   99.255    100.072   97.183    



17:11  MP18077A-B2    100.655   103.129   103.441   100.192   99.476    97.194    



17:16  MA47741-CCVA4  96.721    112.174   101.325   96.675    97.518    94.236    



17:21  MA47741-CCB4   98.056    91.177    99.09     97.087    97.983    96.882    



17:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



17:31  MA47741-CCVA5  101.077   100.15    100.748   101.15    96.625    98.134    



17:36  MA47741-CCB5   96.66     99.559    97.201    96.364    96.833    95.972    



17:41  MP18077A-B3    98.7      99.749    99.372    98.305    96.937    96.406    



17:46  MP18077A-S3    95.94     97.615    99.216    96.124    88.522    85.953    



17:51  MP18077A-S4    95.134    97.876    97.956    95.404    87.979    86.037    



17:56  JC97300-1      93.982    97.235    96.037    94.378    86.607    85.68     



18:01  MP18077A-SD1   96.634    97.776    89.743    96.997    86.322    93.535    



18:06  ZZZZZZ         95.524    100.27    96.971    95.395    94.57     93.012    



18:11  ZZZZZZ         95.235    100.093   98.243    95.006    93.881    91.629    



18:16  ZZZZZZ         95.591    100.665   98.238    95.929    92.444    92.948    



18:21  ZZZZZZ         94.417    100.142   96.977    94.41     93.131    91.543    



18:26  MA47741-CCVA6  96.05     97.614    95.256    95.007    92.469    92.414    



18:31  MA47741-CCB6   93.825    97.329    93.034    94.146    91.634    93.186    



18:36  ZZZZZZ         88.034    99.993    95.764    87.833    93.141    86.393    



18:41  ZZZZZZ         95.079    95.785    95.336    94.841    90.946    90.324    



18:46  ZZZZZZ         94.847    100.227   97.023    94.656    91.929    91.464    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



18:51  ZZZZZZ         94.268    96.591    95.473    94.103    91.147    90.588    



18:56  ZZZZZZ         93.792    98.628    95.047    93.41     91.385    90.2      



19:01  ZZZZZZ         93.899    98.824    95.454    93.736    91.483    90.952    



19:06  ZZZZZZ         93.08     98.087    95.119    92.962    91.145    89.808    



19:11  ZZZZZZ         92.906    97.99     94.324    92.672    89.96     89.262    



19:16  ZZZZZZ         92.16     98.165    95.001    92.192    89.89     88.765    



19:21  ZZZZZZ         92.317    98.412    93.608    92.297    88.992    88.589    



19:26  MA47741-CCVA7  92.36     95.075    91.227    91.881    87.991    88.506    



19:31  MA47741-CCB7   90.836    94.838    89.484    91.141    89.024    89.822    



19:36  ZZZZZZ         91.871    97.174    94.234    94.848    86.657    87.354    



19:41  ZZZZZZ         91.281    95.555    94.176    92.261    86.408    85.038    



19:46  MP18106-MB1    91.323    97.185    93.061    90.986    89.4      89.528    



19:51  MP18106-B1     92.766    97.215    94.281    92.04     90.46     88.838    



19:56  MP18106-S1     91.957    96.985    94.375    91.616    89.933    88.414    



20:01  MP18106-S2     85.685    92.462    93.999    85.014    89.686    82.287    



20:06  JC97513-19     91.509    96.361    93.355    90.69     89.744    88.75     



20:11  MP18106-SD1    91.896    94.735    92.281    90.871    90.675    90.572    



20:16  ZZZZZZ         91.148    96.536    92.798    90.802    90.168    88.363    



20:21  ZZZZZZ         91.514    96.633    92.485    91.289    89.421    88.9      



20:26  MA47741-CCVA8  91.664    94.011    92.704    91.593    88.656    88.11     



20:31  MA47741-CCB8   89.577    93.128    92.143    89.573    89.643    88.722    



20:37  ZZZZZZ         89.226    96.203    91.375    89.33     88.46     87.205    



20:42  ZZZZZZ         90.008    96.031    91.932    89.533    89.49     87.58     



20:47  ZZZZZZ         89.911    95.922    92.554    89.952    89.779    87.61     



20:52  ZZZZZZ         89.346    93.336    91.654    88.842    87.982    86.645    



20:57  ZZZZZZ         89.463    95.642    91.668    88.974    89.319    87.106    



21:02  ZZZZZZ         90.425    95.725    91.817    89.741    88.528    87.413    



21:07  ZZZZZZ         88.544    95.636    92.138    88.726    88.286    86.92     



21:12  ZZZZZZ         89.184    94.714    91.784    88.976    88.478    86.553    



21:17  MA47741-CCVA9  91.106    93.592    92.072    90.959    88.063    87.631    



21:22  MA47741-CCB9   89.003    93.001    88.937    88.496    87.947    87.943    



21:27  JC97617-2      89.462    94.566    91.033    89.193    88.811    86.823    



21:32  ZZZZZZ         89.453    94.692    91.792    88.885    89.256    87.516    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



21:37  ZZZZZZ         88.212    93.921    93.256    89.254    85.799    83.582    



21:42  ZZZZZZ         90.859    95.387    92.79     91.175    88.133    86.391    



21:47  JC97617-1      88.729    93.881    92.579    88.366    88.399    86.228    



21:52  MP18041-S1     88.818    94.014    91.99     88.703    87.61     85.286    



21:57  MP18041-S2     88.657    94.266    91.16     88.71     86.998    84.586    



22:02  MP18041-SD1    No results reported for the elements associated with this internal standard.



22:07  MA47741-CCVA10 88.493    92.32     89.884    88.208    86.734    85.314    



22:12  MA47741-CCB10  87.014    90.402    87.576    86.686    86.483    85.637    



22:17  JC97283-1      87.687    92.978    89.611    87.636    86.189    84.885    



22:22  ZZZZZZ         86.939    92.322    89.478    87.467    85.056    83.019    



22:27  ZZZZZZ         87.443    92.54     90.549    87.803    85.662    83.127    



22:32  ZZZZZZ         86.966    93.1      89.283    86.935    85.739    84.005    



22:37  ZZZZZZ         87.13     91.884    89.72     87.162    83.636    82.078    



22:42  ZZZZZZ         86.27     92.019    88.382    86.675    84.346    82.534    



22:47  ZZZZZZ         86.918    92.518    89.293    86.838    83.826    82.481    



22:52  ZZZZZZ         85.713    91.965    89.767    86.888    84.477    81.528    



22:57  MA47741-CCVA11 85.906    89.28     87.297    85.753    83.934    82.985    



23:02  MA47741-CCB11  84.224    88.769    85.848    83.764    83.67     83.335    



23:07  ZZZZZZ         85.449    91.575    87.202    85.783    84.289    83.044    



23:12  ZZZZZZ         84.978    90.746    88.222    84.905    83.268    80.935    



23:17  ZZZZZZ         84.474    90.257    88.79     85.36     83.394    80.386    



23:22  ZZZZZZ         76.894    91.056    87.202    76.491    83.078    74.208    



23:27  ZZZZZZ         84.569    91.15     86.919    84.365    81.798    80.145    



23:32  ZZZZZZ         84.904    91.043    88.411    85.074    83.336    81.386    



23:37  ZZZZZZ         83.896    90.382    87.013    83.469    82.28     80.203    



23:42  ZZZZZZ         83.931    90.447    88.226    84.443    82.58     79.894    



23:47  MP18106-MB1    No results reported for the elements associated with this internal standard.



23:52  ZZZZZZ         82.885    87.925    84.308    82.502    83.692    81.548    



23:57  MA47741-CCVA12 83.321    87.606    84.641    82.645    82.29     80.213    



00:02  MA47741-CCB12  82.275    92.616    83.099    81.42     82.215    81.186    



00:07  ZZZZZZ         82.46     87.494    83.515    82.045    82.582    81.084    



00:12  ZZZZZZ         82.532    87.401    84.552    82.466    83.032    81.587    



00:17  ZZZZZZ         82.817    88.248    82.804    82.258    82.152    81.61     



! = Outside limits.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47741    
Parameters: Al,Sb,As,Ba,Be,Cd,Ca,Cr,Co,Fe,Pb,Mg,Mn,Ni,K,Se,Ag,Na,Tl,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   Istd#20   Istd#21   Istd#22   



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Terbium (159-2)          60-125 %   60-125 %  
Istd#18 Terbium (159-3)          60-125 %   60-125 %  
Istd#19 Holmium (165-1)          60-125 %   60-125 %  
Istd#20 Holmium (165-2)          60-125 %   60-125 %  
Istd#21 Bismuth (209-1)          60-125 %   60-125 %  
Istd#22 Bismuth (209-2)          60-125 %   60-125 %  
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47741        Units: ug/l



Time:                    14:23             14:35             15:20             16:20              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      -0.932   <25      -1.03    <25      -0.802   <25      -0.499   <50      



Antimony       2.0      .094     -0.0145  <2.0     0.104    <2.0     0.164    <2.0     0.128    <2.0     



Arsenic        0.50     .013     0.0137   <0.50    0.00982  <0.50    0.0155   <0.50    0.0221   <1.0     



Barium         1.0      .008     0.00994  <1.0     0.0131   <1.0     0.0310   <1.0     0.0125   <1.0     



Beryllium      0.50     .004     0.00886  <0.50    0.0134   <0.50    0.0269   <0.50    0.0140   <0.50    



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00360  <0.50    0.0103   <0.50    0.00763  <0.50    0.0127   <0.50    



Calcium        250      6.1      0.446    <250     0.672    <250     7.82     <250     -1.66    <250     



Chromium       1.0      .014     -0.000360<1.0     0.00416  <1.0     -0.00186 <1.0     0.0131   <4.0     



Cobalt         0.50     .002     0.00363  <0.50    0.00410  <0.50    0.00403  <0.50    0.00455  <0.50    



Copper         2.0      .021     anr                                                                     



Iron           25       .43      -0.830   <25      -0.300   <25      0.257    <25      0.00443  <50      



Lead           0.50     .009     0.00680  <0.50    0.0161   <0.50    0.0385   <0.50    0.0435   <0.50    



Magnesium      250      .15      -0.200   <250     -0.176   <250     0.267    <250     0.149    <250     



Manganese      1.0      .007     0.00150  <1.0     0.00249  <1.0     0.00778  <1.0     0.00458  <1.0     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.00505  <1.0     0.00929  <1.0     0.0143   <1.0     0.0210   <4.0     



Potassium      250      .71      0.0266   <250     0.875    <250     -0.568   <250     0.662    <250     



Selenium       0.50     .072     -0.00605 <0.50    0.0538   <0.50    0.0405   <0.50    0.0640   <1.0     



Silver         0.50     .004     -0.00109 <0.50    0.00174  <0.50    0.0316   <0.50    0.0197   <2.0     



Sodium         250      1        -0.357   <250     -0.0132  <250     2.98     <250     0.697    <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.00267  <0.50    0.0133   <0.50    0.0278   <0.50    0.0174   <0.50    



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00123  <1.0     0.00592  <1.0     0.00761  <1.0     -0.00318 <4.0     



Zinc           5.0      .029     -0.818   <5.0     -0.784   <5.0     -0.772   <5.0     -0.745   <10      



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47741        Units: ug/l



Time:                    17:21             17:36             18:31             19:31              
Sample ID:                    CCB4     CCB5     CCB6     CCB7     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .28      -1.00    <25      -0.807   <25      -0.584   <25      -0.760   <25      



Antimony       2.0      .094     0.0962   <2.0     0.108    <2.0     0.107    <2.0     0.0969   <2.0     



Arsenic        0.50     .013     0.0147   <0.50    0.0251   <0.50    0.0125   <0.50    0.0166   <0.50    



Barium         1.0      .008     0.0119   <1.0     0.00233  <1.0     0.0226   <1.0     0.0188   <1.0     



Beryllium      0.50     .004     0.0138   <0.50    0.00688  <0.50    0.00700  <0.50    0.00953  <0.50    



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00764  <0.50    0.00488  <0.50    0.00443  <0.50    0.00199  <0.50    



Calcium        250      6.1      -2.34    <250     -2.98    <250     -2.23    <250     -2.82    <250     



Chromium       1.0      .014     0.00746  <1.0     0.00620  <1.0     -0.000279<1.0     -0.0000515<1.0     



Cobalt         0.50     .002     0.00523  <0.50    0.00324  <0.50    0.00373  <0.50    0.00531  <0.50    



Copper         2.0      .021     anr                                                                     



Iron           25       .43      -0.221   <25      -0.162   <25      0.0708   <25      0.0594   <25      



Lead           0.50     .009     0.0180   <0.50    0.0130   <0.50    0.0284   <0.50    0.0172   <0.50    



Magnesium      250      .15      -0.218   <250     -0.0584  <250     0.215    <250     -0.0810  <250     



Manganese      1.0      .007     -0.000993<1.0     0.00769  <1.0     0.00817  <1.0     0.00426  <1.0     



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.0243   <1.0     0.0156   <1.0     0.0155   <1.0     0.0215   <1.0     



Potassium      250      .71      -0.766   <250     -0.0832  <250     -0.885   <250     -0.488   <250     



Selenium       0.50     .072     0.0650   <0.50    0.0568   <0.50    0.0529   <0.50    0.0592   <0.50    



Silver         0.50     .004     0.0114   <0.50    0.0116   <0.50    0.00785  <0.50    0.0105   <0.50    



Sodium         250      1        0.466    <250     0.119    <250     0.622    <250     -0.0843  <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.0100   <0.50    0.0103   <0.50    0.0139   <0.50    0.0130   <0.50    



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00754  <1.0     0.0118   <1.0     0.0100   <1.0     0.0192   <1.0     



Zinc           5.0      .029     -0.801   <5.0     -0.754   <5.0     -0.871   <5.0     -0.711   <5.0     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47741        Units: ug/l



Time:                    20:31             21:22             22:12                                
Sample ID:                    CCB8     CCB9     CCB10    



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .28      -0.948   <25      -0.838   <25      -1.13    <25                        



Antimony       2.0      .094     0.0959   <2.0     0.0779   <2.0     0.0656   <2.0                       



Arsenic        0.50     .013     0.0343   <0.50    0.0294   <0.50    0.0212   <0.50                      



Barium         1.0      .008     0.0269   <1.0     0.0157   <1.0     0.0133   <1.0                       



Beryllium      0.50     .004     0.0181   <0.50    0.00633  <0.50    0.0119   <0.50                      



Boron          25       .65                                                                              



Cadmium        0.50     .004     0.00775  <0.50    0.00417  <0.50    0.00577  <0.50                      



Calcium        250      6.1      -3.46    <250     -3.68    <250     -2.31    <250                       



Chromium       1.0      .014     -0.000597<1.0     0.00418  <1.0     0.00282  <1.0                       



Cobalt         0.50     .002     0.00698  <0.50    0.00320  <0.50    0.00251  <0.50                      



Copper         2.0      .021     anr                                                                     



Iron           25       .43      -0.0411  <25      0.187    <25      -0.100   <25                        



Lead           0.50     .009     0.0255   <0.50    0.0146   <0.50    0.0184   <0.50                      



Magnesium      250      .15      -0.105   <250     -0.0348  <250     -0.0334  <250                       



Manganese      1.0      .007     0.00812  <1.0     0.0110   <1.0     0.000660 <1.0                       



Molybdenum     1.0      .015                                                                             



Nickel         1.0      .017     0.0109   <1.0     0.00795  <1.0     0.0162   <1.0                       



Potassium      250      .71      -0.348   <250     -1.67    <250     -0.575   <250                       



Selenium       0.50     .072     0.0498   <0.50    0.0538   <0.50    0.0628   <0.50                      



Silver         0.50     .004     0.0145   <0.50    0.0113   <0.50    0.0106   <0.50                      



Sodium         250      1        -0.222   <250     -0.491   <250     -0.308   <250                       



Strontium      5.0      .003                                                                             



Thallium       0.50     .004     0.0176   <0.50    0.0130   <0.50    0.0115   <0.50                      



Tin            5.0      .071                                                                             



Titanium       1.0      .035                                                                             



Vanadium       1.0      .009     0.00285  <1.0     0.00265  <1.0     0.00620  <1.0                       



Zinc           5.0      .029     -0.805   <5.0     -0.770   <5.0     -0.771   <5.0                       



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           14:08                      14:13                      14:30                       
Sample ID:  ICVA     ICVA1    ICV      ICV1     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5500     5540     100.7    60       63.1     105.2    5000     5070     101.4             



Antimony       60       64.5     107.5                               50       52.0     104.0             



Arsenic        60       63.6     106.0                               50       50.8     101.6             



Barium         60       62.0     103.3                               50       51.5     103.0             



Beryllium      60       60.8     101.3                               50       53.2     106.4             



Boron                                                                                                    



Cadmium        60       60.9     101.5                               50       51.2     102.4             



Calcium        5500     5500     100.0                               5000     5120     102.4             



Chromium       60       60.8     101.3                               50       50.6     101.2             



Cobalt         60       60.4     100.7                               50       50.3     100.6             



Copper         anr                                                                                       



Iron           5500     5450     99.1                                5000     5030     100.6             



Lead           60       61.1     101.8                               50       52.2     104.4             



Magnesium      5500     5410     98.4                                5000     4950     99.0              



Manganese      60       61.3     102.2                               50       51.1     102.2             



Molybdenum                                                                                               



Nickel         60       60.3     100.5                               50       49.9     99.8              



Potassium      5500     5400     98.2                                5000     4980     99.6              



Selenium       260      266      102.3                               200      201      100.5             



Silver         60       60.2     100.3                               50       51.2     102.4             



Sodium         5500     5520     100.4                               5000     5050     101.0             



Strontium                                                                                                



Thallium       60       64.7     107.8                               50       52.7     105.4             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       60       61.4     102.3                               50       50.6     101.2             



Zinc           60       60.0     100.0                               50       50.5     101.0             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           15:15                      16:15                      17:16                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     5000     100.0    5000     4950     99.0     5000     5210     104.2             



Antimony       50       52.6     105.2    50       52.2     104.4    50       50.7     101.4             



Arsenic        50       51.6     103.2    50       51.0     102.0    50       52.8     105.6             



Barium         50       51.7     103.4    50       51.0     102.0    50       49.9     99.8              



Beryllium      50       50.6     101.2    50       51.3     102.6    50       51.4     102.8             



Boron                                                                                                    



Cadmium        50       52.0     104.0    50       51.7     103.4    50       53.7     107.4             



Calcium        5000     5130     102.6    5000     5100     102.0    5000     5200     104.0             



Chromium       50       51.6     103.2    50       51.0     102.0    50       53.2     106.4             



Cobalt         50       51.6     103.2    50       51.0     102.0    50       52.9     105.8             



Copper         anr                                                                                       



Iron           5000     5170     103.4    5000     5140     102.8    5000     5370     107.4             



Lead           50       52.5     105.0    50       52.2     104.4    50       52.1     104.2             



Magnesium      5000     4960     99.2     5000     4900     98.0     5000     5150     103.0             



Manganese      50       52.1     104.2    50       51.7     103.4    50       53.1     106.2             



Molybdenum                                                                                               



Nickel         50       51.4     102.8    50       50.6     101.2    50       52.4     104.8             



Potassium      5000     4990     99.8     5000     4960     99.2     5000     5180     103.6             



Selenium       200      200      100.0    200      201      100.5    200      187      93.5              



Silver         50       50.9     101.8    50       51.4     102.8    50       50.5     101.0             



Sodium         5000     5110     102.2    5000     5090     101.8    5000     5310     106.2             



Strontium                                                                                                



Thallium       50       52.6     105.2    50       52.1     104.2    50       52.4     104.8             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       51.5     103.0    50       51.2     102.4    50       53.2     106.4             



Zinc           50       52.8     105.6    50       51.0     102.0    50       52.8     105.6             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           17:31                      18:26                      19:26                       
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    CCVA     CCVA7    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4810     96.2     5000     5050     101.0    5000     5030     100.6             



Antimony       50       49.8     99.6     50       50.3     100.6    50       49.6     99.2              



Arsenic        50       49.0     98.0     50       50.1     100.2    50       50.1     100.2             



Barium         50       49.0     98.0     50       49.7     99.4     50       49.1     98.2              



Beryllium      50       51.5     103.0    50       51.4     102.8    50       51.2     102.4             



Boron                                                                                                    



Cadmium        50       50.0     100.0    50       51.2     102.4    50       51.1     102.2             



Calcium        5000     5090     101.8    5000     5000     100.0    5000     5030     100.6             



Chromium       50       49.3     98.6     50       50.9     101.8    50       50.9     101.8             



Cobalt         50       48.8     97.6     50       50.7     101.4    50       50.5     101.0             



Copper         anr                                                                                       



Iron           5000     5000     100.0    5000     5170     103.4    5000     5210     104.2             



Lead           50       51.3     102.6    50       51.7     103.4    50       51.7     103.4             



Magnesium      5000     4760     95.2     5000     4990     99.8     5000     4970     99.4              



Manganese      50       49.3     98.6     50       50.9     101.8    50       51.2     102.4             



Molybdenum                                                                                               



Nickel         50       48.6     97.2     50       50.3     100.6    50       50.1     100.2             



Potassium      5000     4780     95.6     5000     4950     99.0     5000     4960     99.2              



Selenium       200      198      99.0     200      200      100.0    200      200      100.0             



Silver         50       50.1     100.2    50       50.9     101.8    50       50.6     101.2             



Sodium         5000     4940     98.8     5000     5190     103.8    5000     5200     104.0             



Strontium                                                                                                



Thallium       50       51.7     103.4    50       51.9     103.8    50       52.0     104.0             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       49.3     98.6     50       51.1     102.2    50       50.8     101.6             



Zinc           50       48.7     97.4     50       50.0     100.0    50       50.4     100.8             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47741        Units: ug/l



Time:           20:26                      21:17                      22:07                       
Sample ID:  CCVA     CCVA8    CCVA     CCVA9    CCVA     CCVA10   



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     5010     100.2    5000     4980     99.6     5000     5010     100.2             



Antimony       50       49.1     98.2     50       47.5     95.0     50       47.4     94.8              



Arsenic        50       49.9     99.8     50       48.9     97.8     50       48.8     97.6              



Barium         50       48.1     96.2     50       47.2     94.4     50       47.2     94.4              



Beryllium      50       51.5     103.0    50       52.3     104.6    50       52.1     104.2             



Boron                                                                                                    



Cadmium        50       50.8     101.6    50       50.4     100.8    50       51.0     102.0             



Calcium        5000     4990     99.8     5000     4980     99.6     5000     4970     99.4              



Chromium       50       50.4     100.8    50       49.5     99.0     50       49.9     99.8              



Cobalt         50       50.0     100.0    50       48.7     97.4     50       49.4     98.8              



Copper         anr                                                                                       



Iron           5000     5260     105.2    5000     5090     101.8    5000     5290     105.8             



Lead           50       51.6     103.2    50       51.4     102.8    50       51.4     102.8             



Magnesium      5000     4950     99.0     5000     4920     98.4     5000     4920     98.4              



Manganese      50       50.8     101.6    50       49.9     99.8     50       50.8     101.6             



Molybdenum                                                                                               



Nickel         50       49.6     99.2     50       48.2     96.4     50       48.9     97.8              



Potassium      5000     4900     98.0     5000     4870     97.4     5000     4890     97.8              



Selenium       200      201      100.5    200      202      101.0    200      202      101.0             



Silver         50       50.1     100.2    50       50.4     100.8    50       49.7     99.4              



Sodium         5000     5240     104.8    5000     5130     102.6    5000     5140     102.8             



Strontium                                                                                                



Thallium       50       52.2     104.4    50       51.8     103.6    50       51.6     103.2             



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       50.3     100.6    50       49.4     98.8     50       50.1     100.2             



Zinc           50       49.8     99.6     50       49.1     98.2     50       49.9     99.8              



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47741        Units: ug/l



Time:                    14:40                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       27.3     109.2                                                          



Antimony       2.0      0.25     1.93     96.5                                                           



Arsenic        0.50     0.50     0.502    100.4                                                          



Barium         1.0      0.50     1.01     101.0                                                          



Beryllium      0.50     0.25     0.500    100.0                                                          



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     0.487    97.4                                                           



Calcium        250      125      263      105.2                                                          



Chromium       1.0      2.0      0.962    96.2                                                           



Cobalt         0.50     0.25     0.490    98.0                                                           



Copper         2.0      2.0      anr                                                                     



Iron           25       25       24.9     99.6                                                           



Lead           0.50     0.25     0.495    99.0                                                           



Magnesium      250      125      250      100.0                                                          



Manganese      1.0      0.25     1.00     100.0                                                          



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      0.999    99.9                                                           



Potassium      250      125      251      100.4                                                          



Selenium       0.50     0.50     0.498    99.6                                                           



Silver         0.50     1.0      0.499    99.8                                                           



Sodium         250      125      247      98.8                                                           



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     0.498    99.6                                                           



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      0.969    96.9                                                           



Zinc           5.0      2.0      5.93     118.6                                                          



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XA110119M2.CSV             Date Analyzed: 11/01/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47741        Units: ug/l



Time:                    15:00             15:05                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   98700    98.7     100000   100.0                                        



Antimony                         0.159             0.176                                                 



Arsenic                 20       0.0285            19.8     99.0                                         



Barium                           0.183             0.224                                                 



Beryllium                        -0.00333          -0.00526                                              



Boron                   50       0.669             52.5     105.0                                        



Cadmium                 20       -0.342            18.8     94.0                                         



Calcium        100000   100000   97300    97.3     98900    98.9                                         



Chromium                20       0.270             18.6     93.0                                         



Cobalt                  20       0.198             18.2     91.0                                         



Copper                  20       -1.00             16.3     81.5                                         



Iron           100000   100000   91700    91.7     94100    94.1                                         



Lead                             0.122             0.139                                                 



Magnesium      100000   100000   93200    93.2     96300    96.3                                         



Manganese               20       0.441             18.9     94.5                                         



Molybdenum     2000     2000     2190     109.5    2230     111.5                                        



Nickel                  20       0.644             18.6     93.0                                         



Potassium      100000   100000   98600    98.6     99500    99.5                                         



Selenium                20       0.0984            21.4     107.0                                        



Silver                  20       0.0261            18.6     93.0                                         



Sodium         100000   100000   94300    94.3     96700    96.7                                         



Strontium      2000     2000     2050     102.5    2200     110.0                                        



Thallium                         0.00253           0.00301                                               



Tin            2000     2000     1920     96.0     2130     106.5                                        



Titanium       2000     2000     1900     95.0     1950     97.5                                         



Vanadium                20       0.0184            20.5     102.5                                        



Zinc                    20       -0.260            17.5     87.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



11:38  MA47752-STD1    1                 See rerun, sample intro not stable. 



11:43  MA47752-STD2    1                 See rerun, sample intro not stable. 



11:48  MA47752-STD3    1                 STDA 



11:53  MA47752-STD4    1                 STDB 



11:58  MA47752-STD5    1                 STDC 



12:03  MA47752-STD6    1                 STDD 



12:08  MA47752-STD7    1                 STDE 



12:13  MA47752-STD8    1                 STDF 



12:17  MA47752-STD9    1                 STDG 



12:22  MA47752-STD10   1                 STDH 



12:27  MA47752-STD11   1                 STDI 



12:32  MA47752-STD12   1                 STDJ 



12:37  ZZZZZZ          1                  



12:42  MA47752-ICVA1   1                  



12:47  MA47752-ICV1    1                 See rerun 



12:52  MA47752-ICV2    1                 60ppb Al. 



12:57  MA47752-ICB1    1                  



13:02  MA47752-CCVA1   1                  



13:07  MA47752-CCB1    1                  



13:12  MA47752-CRI1    1                  



13:25  MA47752-ICSA1   1                  



13:29  MA47752-ICSAB1  1                  



13:34  ZZZZZZ          1                  



13:39  ZZZZZZ          1                  



13:46  ZZZZZZ          2                  



13:51  ZZZZZZ          2                  



13:58  ZZZZZZ          2                  



14:03  MA47752-CCVA2   1                  



14:08  MA47752-CCB2    1                  



14:13  ZZZZZZ          1                  



14:18  ZZZZZZ          1                  



14:23  ZZZZZZ          1                  



14:28  ZZZZZZ          2                  
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



14:32  ZZZZZZ          2                  



14:37  ZZZZZZ          2                  



14:42  MA47752-CCVA3   1                  



14:47  MA47752-CCB3    1                  



14:52  ZZZZZZ          5                  



14:57  ZZZZZZ          5                  



15:02  ZZZZZZ          5                  



15:31  MA47752-CCVA4   1                  



15:36  MA47752-CCB4    1                  



15:41  MP18106-MB1     2                  



15:46  ZZZZZZ          2                  



15:51  MP18106-B1      2                  



15:57  MP18106-S1      2                 Cu 



16:02  MP18106-S1      25                AS 



16:07  MP18106-S2      2                  



16:12  MP18106-S2      25                As 



16:17  JC97513-19      2                 (sample used for QC only; not part of login JC97617) 



16:22  JC97513-19      25                (sample used for QC only; not part of login JC97617) 



16:28  MP18106-SD1     10                 



16:33  MA47752-CCVA5   1                  



16:38  MA47752-CCB5    1                  



16:44  MP18106-SD1     125               Wrong dilution 



16:49  ZZZZZZ          10                 



16:54  ZZZZZZ          5                  



17:00  MP18106-SD1     125                



17:05  ZZZZZZ          2                  



17:11  ZZZZZZ          5                  



17:16  ZZZZZZ          2                  



17:22  JC97617-1       2                  



17:27  JC97617-2       2                 Result confirmed with undigested sample in MA47756 
----------->   Last reportable sample/prep for job JC97617 



17:32  MP18041-MB1     2                 Zn high.  No samples reported.  To reanalysis 



17:37  MA47752-CCVA6   1                  



17:42  MA47752-CCB6    1                  
----------->   Last reportable CCB for job JC97617      
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SGS Instrument Runlog 
Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



17:47  MP18041-B1      2                  



17:52  MP18041-S1      2                 Cu 



17:56  MP18041-S1      25                Cr 



18:01  MP18041-S2      2                 Cu 



18:06  MP18041-S2      25                Cr 



18:11  JC97283-1       2                 (sample used for QC only; not part of login JC97617) 



18:16  JC97283-1       25                (sample used for QC only; not part of login JC97617) 



18:21  MP18041-SD1     10                 



18:26  MP18041-SD1     125               Cr 



18:31  ZZZZZZ          2                  



18:36  MA47752-CCVA7   1                  



18:40  MA47752-CCB7    1                  



18:45  ZZZZZZ          2                  



18:50  ZZZZZZ          2                  



18:55  ZZZZZZ          50                 



19:00  ZZZZZZ          2                  



19:05  ZZZZZZ          25                 



19:10  ZZZZZZ          2                  



19:15  ZZZZZZ          5                  



19:19  ZZZZZZ          25                 



19:24  ZZZZZZ          2                  



19:29  ZZZZZZ          2                  



19:34  MA47752-CCVA8   1                  



19:39  MA47752-CCB8    1                  



19:44  ZZZZZZ          10                 



19:49  ZZZZZZ          25                 



19:54  ZZZZZZ          2                  



19:58  ZZZZZZ          10                 



20:03  ZZZZZZ          2                  



20:08  ZZZZZZ          10                 



20:13  ZZZZZZ          25                 



20:18  ZZZZZZ          2                  



20:23  ZZZZZZ          25                 



_________________________________________________________________________________________________________



Page 3



57 of 555



JC97617



6
6.2
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Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



20:28  ZZZZZZ          2                  



20:33  MA47752-CCVA9   1                 Fe out 



20:38  MA47752-CCB9    1                  



20:43  ZZZZZZ          25                 



20:48  ZZZZZZ          2                  



20:52  ZZZZZZ          50                 



20:57  ZZZZZZ          2                  



21:02  ZZZZZZ          25                 



21:07  ZZZZZZ          2                  



21:12  ZZZZZZ          5                  



21:17  ZZZZZZ          25                 



21:22  ZZZZZZ          2                  



21:27  ZZZZZZ          10                 



21:32  MA47752-CCVA10  1                 FE out 



21:37  MA47752-CCB10   1                  



21:41  ZZZZZZ          25                 



21:46  ZZZZZZ          2                  



21:51  ZZZZZZ          10                 



21:56  ZZZZZZ          2                  



22:01  ZZZZZZ          10                 



22:06  ZZZZZZ          25                 



22:11  ZZZZZZ          2                  



22:16  ZZZZZZ          25                 



22:21  ZZZZZZ          2                  



22:26  ZZZZZZ          2                  



22:31  MA47752-CCVA11  1                  



22:35  MA47752-CCB11   1                  



22:40  ZZZZZZ          10                 



22:45  ZZZZZZ          10                 



22:50  MP18077A-MB1    2                 Sc out 



22:55  MP18077A-MB2    2                 Sc out 



23:00  MP18077A-B2     2                 Sc out 



23:05  ZZZZZZ          2                  
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Inorganics Analyses



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Dilution PS        
Time   Description     Factor   Recov    Comments 



23:10  ZZZZZZ          1                  



23:15  ZZZZZZ          1                  



23:20  MP18078-S1      3                  



23:25  MP18078-S2      3                  



23:29  MA47752-CCVA12  1                 FE out 



23:34  MA47752-CCB12   1                  



23:39  TD46661-1       3                 (sample used for QC only; not part of login JC97617) 



23:44  ZZZZZZ          2                  



23:49  ZZZZZZ          5                  



23:54  ZZZZZZ          5                  



23:59  MP18010A-PS1    5                  



00:04  ZZZZZZ          5                  



00:09  ZZZZZZ          5                  



00:13  MP18012A-PS1    5                  



00:18  ZZZZZZ          1                  



00:23  ZZZZZZ          1                  



00:28  MA47752-CCVA13  1                  



00:33  MA47752-CCB13   1                  



00:38  ZZZZZZ          2                  



00:43  ZZZZZZ          1                  



00:48  ZZZZZZ          1                  



00:53  ZZZZZZ          1                  



00:57  ZZZZZZ          1                  



01:03  MA47752-CCVA14  1                  



01:08  MA47752-CCB14   1                  



01:13  ZZZZZZ          1                  



01:18  ZZZZZZ          1                  



01:23  ZZZZZZ          1                  



Refer to raw data for calibration curve and standards.
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C F M M N K S N V Z
Time   Description     Dilution l s d r o u e g n i   e a   n



12:37  ZZZZZZ          1        



12:42  MA47752-ICVA1   1        X X X X X X X X X X X X X X X 



12:47  MA47752-ICV1    1        See rerun



12:52  MA47752-ICV2    1        X                             



12:57  MA47752-ICB1    1        X X X X X X X X X X X X X X X 



13:02  MA47752-CCVA1   1        X X X X X X X X X X X X X X X 



13:07  MA47752-CCB1    1        X X X X X X X X X X X X X X X 



13:12  MA47752-CRI1    1        X X X X X X X X X X X X X X X 



13:25  MA47752-ICSA1   1        X X X X X X X X X X X X X X X 



13:29  MA47752-ICSAB1  1        X X X X X X X X X X X X X X X 



13:34  ZZZZZZ          1        



13:39  ZZZZZZ          1        



13:46  ZZZZZZ          2        



13:51  ZZZZZZ          2        



13:58  ZZZZZZ          2        



14:03  MA47752-CCVA2   1        X X X X X X X X X X X X X X X 



14:08  MA47752-CCB2    1        X X X X X X X X X X X X X X X 



14:13  ZZZZZZ          1        



14:18  ZZZZZZ          1        



14:23  ZZZZZZ          1        



14:28  ZZZZZZ          2        



14:32  ZZZZZZ          2        



14:37  ZZZZZZ          2        



14:42  MA47752-CCVA3   1        X X X X X X X X X X X X X X X 



14:47  MA47752-CCB3    1        X X X X X X X X X X X X X X X 



14:52  ZZZZZZ          5        



14:57  ZZZZZZ          5        



15:02  ZZZZZZ          5        



15:31  MA47752-CCVA4   1        X X X X X X X X X X X X X X X 



15:36  MA47752-CCB4    1        X X X X X X X X X X X X X X X 



15:41  MP18106-MB1     2                  X                   



15:46  ZZZZZZ          2        



15:51  MP18106-B1      2                  X                   



Element: A A C C C C F M M N K S N V Z
l s d r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C F M M N K S N V Z
Time   Description     Dilution l s d r o u e g n i   e a   n



15:57  MP18106-S1      2                  X                   



16:02  MP18106-S1      25         X                           



16:07  MP18106-S2      2        X   X X X X X X X X X X X X X 



16:12  MP18106-S2      25         X                           



16:17  JC97513-19      2                                      (a)



16:22  JC97513-19      25         X                           (a)



16:28  MP18106-SD1     10                 X                   



16:33  MA47752-CCVA5   1        X X X X X X X X X X X X X X X 



16:38  MA47752-CCB5    1        X X X X X X X X X X X X X X X 



16:44  MP18106-SD1     125      Wrong dilution



16:49  ZZZZZZ          10       



16:54  ZZZZZZ          5        



17:00  MP18106-SD1     125        X                           



17:05  ZZZZZZ          2        



17:11  ZZZZZZ          5        



17:16  ZZZZZZ          2        



17:22  JC97617-1       2                  X                   



17:27  JC97617-2       2                  X                   



17:32  MP18041-MB1     2        X   X X X X X X X X X X X X   



17:37  MA47752-CCVA6   1        X X X X X X X X X X X X X X X 



17:42  MA47752-CCB6    1        X X X X X X X X X X X X X X X 



17:47  MP18041-B1      2        X X X X X X X X X X X X X X X 



17:52  MP18041-S1      2                  X                   



17:56  MP18041-S1      25             X                       



18:01  MP18041-S2      2                  X                   



18:06  MP18041-S2      25             X                       



18:11  JC97283-1       2                  X                   (a)



18:16  JC97283-1       25             X                       (a)



18:21  MP18041-SD1     10       X X X   X X X X X X X X X X X 



18:26  MP18041-SD1     125            X                       



18:31  ZZZZZZ          2        



18:36  MA47752-CCVA7   1        X X X X X X X X X X X X X X X 



18:40  MA47752-CCB7    1        X X X X X X X X X X X X X X X 



Element: A A C C C C F M M N K S N V Z
l s d r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C F M M N K S N V Z
Time   Description     Dilution l s d r o u e g n i   e a   n



18:45  ZZZZZZ          2        



18:50  ZZZZZZ          2        



18:55  ZZZZZZ          50       



19:00  ZZZZZZ          2        



19:05  ZZZZZZ          25       



19:10  ZZZZZZ          2        



19:15  ZZZZZZ          5        



19:19  ZZZZZZ          25       



19:24  ZZZZZZ          2        



19:29  ZZZZZZ          2        



19:34  MA47752-CCVA8   1        X X X X X X X X X X X X X X X 



19:39  MA47752-CCB8    1        X X X X X X X X X X X X X X X 



19:44  ZZZZZZ          10       



19:49  ZZZZZZ          25       



19:54  ZZZZZZ          2        



19:58  ZZZZZZ          10       



20:03  ZZZZZZ          2        



20:08  ZZZZZZ          10       



20:13  ZZZZZZ          25       



20:18  ZZZZZZ          2        



20:23  ZZZZZZ          25       



20:28  ZZZZZZ          2        



20:33  MA47752-CCVA9   1        X X X X X X X X X X X X X X X 



20:38  MA47752-CCB9    1        X X X X X X X X X X X X X X X 



20:43  ZZZZZZ          25       



20:48  ZZZZZZ          2        



20:52  ZZZZZZ          50       



20:57  ZZZZZZ          2        



21:02  ZZZZZZ          25       



21:07  ZZZZZZ          2        



21:12  ZZZZZZ          5        



21:17  ZZZZZZ          25       



21:22  ZZZZZZ          2        



Element: A A C C C C F M M N K S N V Z
l s d r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C F M M N K S N V Z
Time   Description     Dilution l s d r o u e g n i   e a   n



21:27  ZZZZZZ          10       



21:32  MA47752-CCVA10  1        X X X X X X X X X X X X X X X 



21:37  MA47752-CCB10   1        X X X X X X X X X X X X X X X 



21:41  ZZZZZZ          25       



21:46  ZZZZZZ          2        



21:51  ZZZZZZ          10       



21:56  ZZZZZZ          2        



22:01  ZZZZZZ          10       



22:06  ZZZZZZ          25       



22:11  ZZZZZZ          2        



22:16  ZZZZZZ          25       



22:21  ZZZZZZ          2        



22:26  ZZZZZZ          2        



22:31  MA47752-CCVA11  1        X X X X X X X X X X X X X X X 



22:35  MA47752-CCB11   1        X X X X X X X X X X X X X X X 



22:40  ZZZZZZ          10       



22:45  ZZZZZZ          10       



22:50  MP18077A-MB1    2        Sc out



22:55  MP18077A-MB2    2        Sc out



23:00  MP18077A-B2     2        Sc out



23:05  ZZZZZZ          2        



23:10  ZZZZZZ          1        



23:15  ZZZZZZ          1        



23:20  MP18078-S1      3                          X         X 



23:25  MP18078-S2      3                          X         X 



23:29  MA47752-CCVA12  1        X X X X X X X X X X X X X X X 



23:34  MA47752-CCB12   1        X X X X X X X X X X X X X X X 



23:39  TD46661-1       3                          X         X (a)



23:44  ZZZZZZ          2        



23:49  ZZZZZZ          5        



23:54  ZZZZZZ          5        



23:59  MP18010A-PS1    5                                      



00:04  ZZZZZZ          5        



Element: A A C C C C F M M N K S N V Z
l s d r o u e g n i   e a   n
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REPORTED ELEMENTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample          Element: A A C C C C F M M N K S N V Z
Time   Description     Dilution l s d r o u e g n i   e a   n



00:09  ZZZZZZ          5        



00:13  MP18012A-PS1    5                                      



00:18  ZZZZZZ          1        



00:23  ZZZZZZ          1        



00:28  MA47752-CCVA13  1        X X X X X X X X X X X X X X X 



00:33  MA47752-CCB13   1        X X X X X X X X X X X X X X X 



00:38  ZZZZZZ          2        



00:43  ZZZZZZ          1        



00:48  ZZZZZZ          1        



00:53  ZZZZZZ          1        



00:57  ZZZZZZ          1        



01:03  MA47752-CCVA14  1        



01:08  MA47752-CCB14   1        



01:13  ZZZZZZ          1        



01:18  ZZZZZZ          1        



01:23  ZZZZZZ          1        



(a) Sample used for QC only; not part of login JC97617.



Element: A A C C C C F M M N K S N V Z
l s d r o u e g n i   e a   n



_________________________________________________________________________________________________________ 
Page 5



64 of 555



JC97617



6
6.2.1











INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       100       100       100       100       100       



11:53  MA47752-STD4   101.735   100.67    100.127   101.346   101.399   100.593   101.146   99.692    



11:58  MA47752-STD5   100.717   99.922    100.523   99.423    100.308   99.92     99.249    99.447    



12:03  MA47752-STD6   102.771   101.481   100.795   98.533    100.927   99.821    98.326    100.678   



12:08  MA47752-STD7   101.234   99.132    98.412    98.284    100.306   97.88     98.907    99.192    



12:13  MA47752-STD8   101.412   99.963    99.289    97.666    101.276   97.869    98.095    100.043   



12:17  MA47752-STD9   98.702    98.31     98.224    100.148   97.989    98.219    101.369   96.477    



12:22  MA47752-STD10  101.219   101.473   102.132   102.923   104.266   102.92    104.719   99.111    



12:27  MA47752-STD11  100.67    101.245   101.768   102.215   100.361   100.883   101.634   97.733    



12:32  MA47752-STD12  99.061    99.753    102.695   102.917   99.142    100.325   100.645   94.872    



12:37  ZZZZZZ         102.162   103.2     101.883   101.156   102.31    100.807   99.965    102.796   



12:42  MA47752-ICVA1  99.539    102.747   100.593   100.318   102.992   100.255   100.446   99.128    



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   100.565   100.666   100.038   99.833    100.324   99.467    98.745    100.352   



12:57  MA47752-ICB1   102.259   101.97    101.025   101.06    100.771   99.422    99.141    101.785   



13:02  MA47752-CCVA1  99.273    97.853    100.875   98.84     99.213    98.531    98.671    95.825    



13:07  MA47752-CCB1   100.193   100.039   98.58     100.096   99.317    96.893    99.61     100.298   



13:12  MA47752-CRI1   100.199   100.34    98.909    100.257   99.779    97.093    98.711    100.723   



13:25  MA47752-ICSA1  83.646    88.636    91.133    91.316    85.74     87.204    84.764    79.761    



13:29  MA47752-ICSAB1 75.219    85.713    86.501    87.731    83.641    84.057    82.68     79.964    



13:34  ZZZZZZ         78.393    85.626    82.378    92.502    90.278    87.155    94.141    92.453    



13:39  ZZZZZZ         80.085    87.712    83.415    92.658    91.576    86.857    93.576    95.314    



13:46  ZZZZZZ         86.842    92.004    89.636    96.914    95.974    92.641    96.47     95.351    



13:51  ZZZZZZ         88.98     92.823    89.542    95.211    97.253    91.914    96.637    95.755    



13:58  ZZZZZZ         76.388    85.52     79.312    91.656    88.501    82.863    92.645    94.239    



14:03  MA47752-CCVA2  81.7      92.567    87.112    95.589    95.791    89.924    96.112    96.568    



14:08  MA47752-CCB2   83.162    91.313    85.541    94.941    94.639    88.639    96.167    97.363    



14:13  ZZZZZZ         85.042    92.982    86.394    96.093    96.237    88.416    95.263    97.879    



14:18  ZZZZZZ         84.483    92.994    83.241    93.3      96.957    86.547    94.472    97.299    



14:23  ZZZZZZ         89.455    93.626    90.284    98.478    96.337    92.358    97.642    95.264    



14:28  ZZZZZZ         85.154    92.336    87.769    97.055    95.748    90.291    96.387    97.346    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



14:32  ZZZZZZ         77.846    88.358    82.736    95.715    91.911    83.897    94.78     95.241    



14:37  ZZZZZZ         90.042    95.421    91.019    99.821    96.582    92.823    98.013    97.909    



14:42  MA47752-CCVA3  85.008    94.675    87.825    96.263    97.286    89.598    95.247    96.661    



14:47  MA47752-CCB3   84.514    91.565    85.374    96.242    93.86     88.101    95.544    96.532    



14:52  ZZZZZZ         91.304    96.301    90.327    98.518    99.063    91.701    96.395    97.201    



14:57  ZZZZZZ         82.332    91.392    83.51     93.766    93.749    85.992    92.568    95.198    



15:02  ZZZZZZ         93.6      96.698    92.218    99.224    99.102    94.655    97.663    97.04     



15:31  MA47752-CCVA4  86.015    94.271    88.748    93.381    95.27     89.273    92.364    94.119    



15:36  MA47752-CCB4   86.546    93.539    86.145    94.508    95.12     87.061    92.202    96.573    



15:41  MP18106-MB1    79.767    89.46     82.253    92.024    93.252    83.913    92.287    95.655    



15:46  ZZZZZZ         78.818    89.456    81.287    91.265    91.642    83.314    91.123    95.736    



15:51  MP18106-B1     77.982    90.878    82.945    92.776    92.763    84.083    92.467    95.338    



15:57  MP18106-S1     76.683    87.421    79.509    72.76     91.212    80.88     72.65     91.951    



16:02  MP18106-S1     84.691    92.453    86.004    94.111    93.711    87.932    90.484    96.14     



16:07  MP18106-S2     76.531    87.548    79.805    89.151    90.92     81.372    89.564    92.252    



16:12  MP18106-S2     85.202    93.097    85.962    94.093    94.804    86.755    89.553    94.746    



16:17  JC97513-19     76.368    84.945    76.273    89.204    88.078    78.122    89.635    90.05     



16:22  JC97513-19     84.889    92.664    84.852    90.428    93.657    86.26     87.699    94.751    



16:28  MP18106-SD1    86.978    94.204    88.634    92.822    95.62     89.904    91.698    94.849    



16:33  MA47752-CCVA5  89.812    97.69     90.109    93.205    98.903    89.666    91.126    96.875    



16:38  MA47752-CCB5   90.995    97.039    89.482    93.879    97.965    88.762    90.985    98.339    



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         87.081    95.41     87.038    91.988    95.233    86.306    90.115    97.371    



16:54  ZZZZZZ         85.326    92.828    84.861    90.039    94.294    84.245    87.169    95.134    



17:00  MP18106-SD1    90.408    95.637    89.229    93.895    95.977    88.687    90.545    96.384    



17:05  ZZZZZZ         78.529    86.947    78.091    86.904    88.154    80.006    85.644    87.416    



17:11  ZZZZZZ         80.139    89.453    82.417    89.79     90.05     82.539    86.729    91.037    



17:16  ZZZZZZ         78.21     87.085    79.312    91.846    88.893    80.069    88.477    90.35     



17:22  JC97617-1      77.235    84.908    78.098    87.191    87.34     80.864    86.753    88.141    



17:27  JC97617-2      78.106    85.832    76.744    87.187    88.372    79.559    86.745    90.582    



17:32  MP18041-MB1    78.662    87.518    77.985    88.723    88.78     79.281    87.318    90.475    



17:37  MA47752-CCVA6  90.989    97.645    90.024    92.305    97.889    88.751    88.041    95.103    



17:42  MA47752-CCB6   89.846    94.888    85.804    91.192    94.269    84.773    87.124    94.97     
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



17:47  MP18041-B1     80.74     88.547    80.861    87.786    90.81     80.653    86.618    90.584    



17:52  MP18041-S1     78.135    83.769    76.584    84.484    86.004    77.829    82.768    85.485    



17:56  MP18041-S1     84.894    87.911    80.823    85.335    88.036    80.084    81.71     89.59     



18:01  MP18041-S2     77.065    83.77     76.687    83.96     86.28     77.798    83.415    86.009    



18:06  MP18041-S2     84.232    87.282    81.212    85.26     88.099    80.326    81.851    89.524    



18:11  JC97283-1      77.637    83.327    76.171    83.471    85.749    78.579    83.287    86.018    



18:16  JC97283-1      86.761    89.408    82.741    86.195    89.633    81.512    83.34     91.437    



18:21  MP18041-SD1    88.04     89.211    81.905    84.672    89.923    81.548    82.887    89.46     



18:26  MP18041-SD1    87.41     88.509    81.881    84.941    89.382    80.434    80.435    89.498    



18:31  ZZZZZZ         78.099    84.89     77.019    84.4      82.616    75.08     79.34     83.633    



18:36  MA47752-CCVA7  87.318    91.911    84.706    84.792    92.271    84.026    81.506    90.062    



18:40  MA47752-CCB7   88.874    90.245    83.074    84.912    90.902    82.21     81.662    91.352    



18:45  ZZZZZZ         79.322    84.302    76.568    81.951    85.939    75.897    78.961    85.745    



18:50  ZZZZZZ         74.419    78.084    71.114    77.061    79.925    72.881    75.157    79.545    



18:55  ZZZZZZ         81.386    81.06     73.867    78.864    83.057    75.069    74.751    83.78     



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         80.304    82.322    74.486    77.898    82.541    74.782    74.855    82.654    



19:10  ZZZZZZ         74.133    78.457    70.856    79.019    79.637    73.293    78.677    80.191    



19:15  ZZZZZZ         77.833    79.313    72.588    77.75     80.993    72.818    74.566    81.908    



19:19  ZZZZZZ         81.527    81.163    73.483    76.889    82.018    73.659    74.844    82.061    



19:24  ZZZZZZ         75.051    78.127    70.314    76.367    79.083    71.77     75.335    80.626    



19:29  ZZZZZZ         75.577    78.419    74.138    80.467    79.246    76.066    79.775    78.404    



19:34  MA47752-CCVA8  85.787    87.194    81.257    81.301    87.43     79.104    77.519    84.799    



19:39  MA47752-CCB8   84.916    84.65     77.007    80.347    83.783    77.231    76.034    83.887    



19:44  ZZZZZZ         83.962    85.049    77.776    80.259    84.577    78.102    76.965    84.661    



19:49  ZZZZZZ         84.131    84.354    77.621    80.475    85.048    77.738    75.918    84.997    



19:54  ZZZZZZ         78.607    82.191    73.009    81.1      84.734    73.723    79.102    82.137    



19:58  ZZZZZZ         82.703    84.54     77.937    79.742    84.469    76.546    76.472    84.917    



20:03  ZZZZZZ         78.61     81.879    76.387    79.329    84.77     77.806    80.7      82.702    



20:08  ZZZZZZ         83.802    83.938    76.559    78.932    84.748    76.329    74.2      83.722    



20:13  ZZZZZZ         83.655    80.343    73.477    76.694    81.482    73.598    72.647    80.693    



20:18  ZZZZZZ         76.683    76.578    71.158    75.772    78.486    72.947    74.304    76.946    



20:23  ZZZZZZ         82.904    81.108    74.091    76.342    81.23     74.167    72.175    81.572    
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Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



20:28  ZZZZZZ         77.245    78.168    71.583    75.62     79.818    72.648    74.847    79.501    



20:33  MA47752-CCVA9  84.176    83.643    76.717    77.113    84.023    76.437    74.07     81.915    



20:38  MA47752-CCB9   83.706    81.904    71.199    76.252    81.679    71.902    72.578    82.048    



20:43  ZZZZZZ         84.054    81.058    74.765    76.81     82.06     73.846    73.689    82.812    



20:48  ZZZZZZ         75.662    76.569    70.832    74.868    77.372    71.721    76.451    76.741    



20:52  ZZZZZZ         82.639    80.449    73.054    75.621    80.694    72.986    72.181    80.654    



20:57  ZZZZZZ         77.295    77.906    71.049    75.692    79.423    73.874    77.317    77.932    



21:02  ZZZZZZ         79.954    77.092    71.287    73.624    77.486    71.297    71.189    78.308    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         76.682    77.658    73.698    76.105    78.769    74.126    76.79     77.584    



21:27  ZZZZZZ         80.898    79.083    70.521    73.622    78.471    71.477    70.066    79.165    



21:32  MA47752-CCVA10 82.812    79.961    74.623    73.9      79.691    72.985    71.091    78.884    



21:37  MA47752-CCB10  82.067    78.476    71.8      72.764    77.45     71.481    70.081    78.962    



21:41  ZZZZZZ         82.509    79.328    72.525    75.205    79.218    72.52     71.701    78.239    



21:46  ZZZZZZ         77.751    77.576    71.362    74.973    79.509    73.208    75.406    77.017    



21:51  ZZZZZZ         83.091    79.747    72.507    60.345 !a 79.33     72.55     61.394 !a 79.036    



21:56  ZZZZZZ         77.384    78.673    72.416    70.563    80.793    73.268    70.97     78.258    



22:01  ZZZZZZ         79.824    78.817    71.405    73.44     79.696    71.385    69.716 !a 78.5      



22:06  ZZZZZZ         80.761    77.257    70.232    72.445    77.647    69.958 !a 68.412 !a 77.907    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 83.868    81.613    75.485    74.385    81.182    72.787    70.524    79.218    



22:35  MA47752-CCB11  83.281    77.652    72.135    72.98     76.525    70.413    67.977 !a 77.22     



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         81.55     78.656    71.579    73.016    77.967    69.639 !a 69.588 !a 78.013    



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         87.415    83.956    77.489    75.326    83.687    74.914    70.307    81.587    



23:20  MP18078-S1     83.47     80.419    70.263    73.335    79.915    68.916    70.124    78.261    



23:25  MP18078-S2     83.269    80.473    74.437    73.868    80.328    73.781    71.035    78.728    



23:29  MA47752-CCVA12 82.533    81.079    74.128    72.739    80.799    73.268    68.889    78.521    



23:34  MA47752-CCB12  81.767    77.205    71.494    72.168    77.085    70.026    68.942    77.11     



23:39  TD46661-1      83.07     80.397    73.434    74.208    79.439    72.497    69.355    77.671    



23:44  ZZZZZZ         77.977    85.456    77.276    74.159    77.105    70.73     63.544    72.676    



23:49  ZZZZZZ         84.065    78.649    70.991    72.537    78.447    69.815    68.632    79.014    



23:54  ZZZZZZ         80.226    76.333    71.483    71.536    76.481    70.897    68.044    76.339    



23:59  MP18010A-PS1   80.185    83.047    76.603    77.025    80.263    73.612    69.708 !a 78.755    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   81.29     88.363    80.746    79.332    81.61     74.561    70.389    80.431    



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 83.559    81.819    75.242    73.81     82.34     73.651    70.185    79.758    



00:33  MA47752-CCB13  85.497    82.389    74.594    76.65     81.261    73.383    71.338    82.327    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         90        84.731    76.537    76.592    84.629    75.139    71.918    83.973    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         86.744    82.594    74.325    76.84     81.148    73.349    72.279    81.303    



01:23  ZZZZZZ         85.744    83.417    75.651    76.649    80.856    73.52     70.108    81.066    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#1  Lithium                  60-125 %   60-125 %  
Istd#2  Scandium (45-1)          60-125 %   60-125 %  
Istd#3  Scandium (45-2)          60-125 %   60-125 %  
Istd#4  Scandium (45-3)          60-125 %   60-125 %  
Istd#5  Germanium (74-1)         60-125 %   60-125 %  
Istd#6  Germanium (74-2)         60-125 %   60-125 %  
Istd#7  Germanium (74-3)         60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#1    Istd#2    Istd#3    Istd#4    Istd#5    Istd#6    Istd#7    Istd#8    



Istd#8  Rhodium (103-1)          60-125 %   60-125 %  



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       100       100       100       100       100       



11:53  MA47752-STD4   100.323   99.079    99.741    100.143   99.954    100.818   99.312    99.97     



11:58  MA47752-STD5   100.174   97.447    98.903    99.081    99.776    100.24    97.044    99.117    



12:03  MA47752-STD6   100.074   97.214    99.574    99.347    101.685   100.749   98.488    101.46    



12:08  MA47752-STD7   98.099    98.14     99.15     98.267    102.109   98.785    100.454   101.555   



12:13  MA47752-STD8   98.829    97.931    101.018   96.804    103.66    99.689    100.621   104.158   



12:17  MA47752-STD9   98.425    98.436    97.531    97.293    99.497    99.657    101.053   99.879    



12:22  MA47752-STD10  101.481   100.649   100.511   101.12    100.746   102.243   103.331   100.92    



12:27  MA47752-STD11  99.186    99.123    98.588    99.674    101.139   101.877   103.866   99.96     



12:32  MA47752-STD12  97.889    96.367    95.414    99.124    98.392    102.096   102.979   98.287    



12:37  ZZZZZZ         100.86    98.474    101.365   99.539    101.385   99.589    98.747    100.448   



12:42  MA47752-ICVA1  97.865    95.852    99.529    98.44     102.017   101.211   101.051   102.113   



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   99.209    98.017    99.588    97.834    99.012    97.997    98.798    99.729    



12:57  MA47752-ICB1   99.442    98.74     99.389    97.308    100.937   98.171    99.543    99.831    



13:02  MA47752-CCVA1  97.73     94.016    96.426    97.711    98.135    99.835    99.47     97.382    



13:07  MA47752-CCB1   97.74     98.23     98.882    96.618    99.001    97.676    99.149    98.53     



13:12  MA47752-CRI1   98.277    97.772    99.251    96.77     98.774    97.285    99.682    98.161    



13:25  MA47752-ICSA1  81.582    79.459    83.374    84.953    89.05     88.9      93.886    88.039    



13:29  MA47752-ICSAB1 79.169    77.505    84.489    82.904    90.235    88.064    92.47     90.276    



13:34  ZZZZZZ         90.54     93.655    94.853    88.865    100.947   94.402    99.123    100.401   



13:39  ZZZZZZ         91.386    93.513    97.447    89.304    101.717   94.622    97.769    101.598   



13:46  ZZZZZZ         93.713    94.881    97.982    92.888    99.875    95.851    99.038    99.906    



13:51  ZZZZZZ         93.107    94.036    98.776    92.667    101.454   95.546    97.742    101.56    



13:58  ZZZZZZ         89.137    91.588    95.724    84.545    102.31    93.118    97.085    102.961   



14:03  MA47752-CCVA2  92.121    92.303    99.8      90.779    106.043   97.407    100.956   106.803   



14:08  MA47752-CCB2   92.418    94.158    99.722    89.66     104.714   94.861    98.005    105.024   



14:13  ZZZZZZ         92.255    94.704    99.587    89.454    103.668   93.887    97.832    103.695   



14:18  ZZZZZZ         87.896    90.229    100.52    86.588    105.594   92.367    97.68     107.456   



14:23  ZZZZZZ         92.119    93.908    98.435    91.282    100.589   94.704    98.726    100.369   



14:28  ZZZZZZ         92.387    93.766    98.115    90.196    100.801   94.069    99.062    101.049   
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Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



14:32  ZZZZZZ         89.363    90.324    98.051    87.076    104.56    95.538    99.334    106.893   



14:37  ZZZZZZ         94.226    95.137    99.974    92.962    101.504   95.297    99.795    100.796   



14:42  MA47752-CCVA3  91.525    90.773    99.216    89.954    105.491   96.629    98.819    105.914   



14:47  MA47752-CCB3   91.628    92.83     97.963    88.484    102.469   92.867    97.817    102.843   



14:52  ZZZZZZ         93.491    94.215    99.532    91.627    102.102   94.477    98.097    101.549   



14:57  ZZZZZZ         89.447    89.581    98.062    86.55     103.31    93.647    96.402    103.879   



15:02  ZZZZZZ         92.729    93.109    98.808    92.271    100.934   93.995    96.871    99.644    



15:31  MA47752-CCVA4  90.193    87.946    95.581    88.427    99.484    94.678    95.791    99.303    



15:36  MA47752-CCB4   91.285    90.548    97.601    88.105    99.699    91.458    94.14     98.935    



15:41  MP18106-MB1    89.235    88.9      97.024    84.883    104.579   92.027    94.48     104.567   



15:46  ZZZZZZ         88.392    87.598    96.219    84.08     103.364   91.668    94.048    103.341   



15:51  MP18106-B1     88.107    86.861    97.652    84.577    105.846   92.507    94.474    106.167   



15:57  MP18106-S1     84.563    67.868 !a 95.01     82.125    103.563   91.32     74.572    105.491   



16:02  MP18106-S1     90.018    88.699    97.044    87.211    102.028   92.535    93.383    101.66    



16:07  MP18106-S2     84.992    83.355    95.071    81.494    103.129   90.517    91.21     103.506   



16:12  MP18106-S2     90.251    87.417    97.198    86.928    101.409   92.515    91.437    101.907   



16:17  JC97513-19     81.027    83.529    94.462    78.487    100.033   85.795    89.868    101.346   



16:22  JC97513-19     89.112    85.984    96.812    85.823    99.463    90.027    89.752    99.571    



16:28  MP18106-SD1    91.329    87.127    97.889    89.08     99.249    93.198    91.054    99.062    



16:33  MA47752-CCVA5  90.118    85.411    98.008    88.371    101.539   93.636    91.858    102.131   



16:38  MA47752-CCB5   91.725    88.719    99.332    88.808    99.895    91.69     91.94     100.539   



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         89.774    87.367    97.613    86.607    100.103   90.836    91.349    100.552   



16:54  ZZZZZZ         87.898    84.27     97.241    84.768    101.073   90.272    89.766    102.146   



17:00  MP18106-SD1    91.172    87.589    97.589    88.137    98.292    90.366    90.494    98.423    



17:05  ZZZZZZ         81.075    79.324    91.22     79.277    98.601    88.074    88.956    101.432   



17:11  ZZZZZZ         85.045    83.059    93.913    83.259    98.973    89.213    90.494    101.55    



17:16  ZZZZZZ         83.06     84.285    92.572    80.001    100.748   89.094    93.529    102.048   



17:22  JC97617-1      83.872    81.254    90.907    81.21     98.691    88.54     88.596    99.811    



17:27  JC97617-2      83.213    82.216    91.984    79.506    98.441    86.931    88.319    99.278    



17:32  MP18041-MB1    83.685    83.269    93.092    79.402    99.38     87.431    88.018    99.458    



17:37  MA47752-CCVA6  88.881    83.213    97.752    86.924    100.92    92.284    90.227    101.922   



17:42  MA47752-CCB6   87.67     84.769    94.634    84.668    97.563    87.716    87.717    97.439    
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Login Number: JC97617 
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Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



17:47  MP18041-B1     83.942    81.534    92.761    80.781    99.843    87.794    88.198    100.63    



17:52  MP18041-S1     80.922    77.01     89.966    78.591    97.231    86.949    85.019    99.279    



17:56  MP18041-S1     83.288    80.094    91.52     80.872    94.756    85.236    84.277    94.821    



18:01  MP18041-S2     80.892    77.205    90.123    78.562    96.097    86.879    86.441    98.537    



18:06  MP18041-S2     83.433    79.275    91.629    81.025    93.94     84.642    82.848    93.949    



18:11  JC97283-1      80.885    77.585    88.764    77.863    93.818    84.537    82.17     95.414    



18:16  JC97283-1      84.856    80.403    90.647    81.542    94.639    85.1      82.329    93.878    



18:21  MP18041-SD1    83.501    78.575    90.88     81.75     92.117    84.189    81.332    92.622    



18:26  MP18041-SD1    82.89     78.288    89.984    80.6      91.735    83.349    79.928    92.466    



18:31  ZZZZZZ         78.155    75.325    86.603    75.277    91.763    82.988    79.912    95.232    



18:36  MA47752-CCVA7  83.976    76.054    91.936    82.195    95.258    86.294    80.232    95.788    



18:40  MA47752-CCB7   84.223    79.537    90.454    81.286    91.798    83.729    79.487    91.864    



18:45  ZZZZZZ         78.37     75.042    87.49     75.459    92.87     82.292    79.385    95.537    



18:50  ZZZZZZ         75.973    71.338    83.616    74.217    90.664    81.704    76.992    91.44     



18:55  ZZZZZZ         78.023    74.11     85.257    75.38     88.214    79.132    75.869    88.648    



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         77.08     73.488    84.734    75.31     87.818    79.465    75.709    88.035    



19:10  ZZZZZZ         75.666    72.421    82.656    73.755    88.927    80.961    77.165    89.914    



19:15  ZZZZZZ         75.786    72.038    83.78     73.381    88.354    79.352    76.079    89.319    



19:19  ZZZZZZ         77.183    72.73     84.58     74.773    87.067    78.291    74.762    86.729    



19:24  ZZZZZZ         74.643    71.431    82.748    71.67     87.237    77.478    75.077    87.549    



19:29  ZZZZZZ         76.153    72.441    82.278    74.254    87.981    81.422    77.477    89.231    



19:34  MA47752-CCVA8  79.894    72.962    86.774    77.796    90.493    82.956    76.917    90.836    



19:39  MA47752-CCB8   78.758    74.442    85.151    75.777    87.95     78.783    75.452    86.526    



19:44  ZZZZZZ         79.34     73.577    85.606    76.648    87.743    80.671    76.096    87.481    



19:49  ZZZZZZ         79.32     73.654    85.427    76.394    86.856    79.5      74.976    87.106    



19:54  ZZZZZZ         75.461    72.05     84.591    73.028    90.157    79.23     76.812    91.84     



19:58  ZZZZZZ         78.633    73.24     86.223    76.442    87.732    80.041    75.042    88.485    



20:03  ZZZZZZ         78.317    71.851    85.521    76.211    90.463    83.07     76.92     91.167    



20:08  ZZZZZZ         78.069    72.809    86.366    76.32     87.826    79.333    75.132    88.465    



20:13  ZZZZZZ         75.119    70.976    83.042    72.879    85.346    76.087    73.303    85.527    



20:18  ZZZZZZ         73.404    68.999 !a 79.884    72.466    86.469    78.84     74.047    88.091    



20:23  ZZZZZZ         76.137    71.006    83.735    73.69     85.792    76.158    73.227    85.322    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



20:28  ZZZZZZ         75.066    70.144    81.43     72.411    86.868    78.65     74.119    87        



20:33  MA47752-CCVA9  76.647    70.478    83.818    75.429    87.525    79.876    73.48     87.643    



20:38  MA47752-CCB9   73.669    71.471    82.876    71.299    84.243    73.994    72.867    83.322    



20:43  ZZZZZZ         76.64     72.23     82.904    73.724    84.937    76.999    73.47     84.247    



20:48  ZZZZZZ         73.359    68.503 !a 79.73     72.319    85.495    78.648    73.164    85.926    



20:52  ZZZZZZ         75.018    70.988    81.886    72.903    84.269    76.048    72.904    83.497    



20:57  ZZZZZZ         74.469    68.836 !a 80.771    72.281    85.681    78.587    73.473    86.642    



21:02  ZZZZZZ         72.659    68.812 !a 78.938    71.049    82.547    74.708    72.302    82.588    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         73.992    68.52 !a  80.021    72.943    86.04     79.341    73.492    86.148    



21:27  ZZZZZZ         73.018    68 !a     81.542    71.699    84.31     76.207    72.081    84.448    



21:32  MA47752-CCVA10 73.561    67.79 !a  80.057    72.329    83.956    76.461    71.584    83.536    



21:37  MA47752-CCB10  73.148    68.674 !a 79.478    70.825    81.599    73.676    70.181    80.258    



21:41  ZZZZZZ         74.328    69.723 !a 79.68     71.468    82.846    75.112    71.958    82.612    



21:46  ZZZZZZ         73.108    68.367 !a 79.974    71.383    84.678    77.468    73.468    86.232    



21:51  ZZZZZZ         74.09     57.324 !a 80.66     72.066    83.827    75.322    58.805 !a 84.32     



21:56  ZZZZZZ         73.098    64.009 !a 80.666    71.748    85.883    78.16     68.851 !a 86.128    



22:01  ZZZZZZ         72.55     68.095 !a 80.676    71.039    83.761    75.257    71.309    83.92     



22:06  ZZZZZZ         71.832    67.09 !a  79.27     70.014    81.349    73.262    69.771 !a 80.679    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 74.096    67.516 !a 81.11     72.672    84.106    76.713    70.72     83.705    



22:35  MA47752-CCB11  72.67     67.707 !a 78.307    69.824 !a 80.182    73.387    68.919 !a 79.946    



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         72.555    67.646 !a 78.931    69.887 !a 81.703    73.857    69.801 !a 81.07     



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         75.709    68.957 !  82.764    74.368    85.156    76.271    70.877    84.802    



23:20  MP18078-S1     68.807    66.826    80.483    68.309    82.517    70.681    69.832    81.976    



23:25  MP18078-S2     73.037    67.105    80.143    72.519    82.507    75.829    70.156    82.126    



23:29  MA47752-CCVA12 72.857    66.383    80.518    71.749    82.117    75.765    69.305    81.696    



23:34  MA47752-CCB12  72.11     67.258    78.026    69.533    78.734    72.417    69.548    78.808    



23:39  TD46661-1      73.105    66.795    79.642    71.638    81.398    73.954    69.888    81.062    



23:44  ZZZZZZ         67.31     58.928 !a 76.231    69.343    80.856    73.968    67.823    80.847    



23:49  ZZZZZZ         72.589    67.786    79.885    70.199    81.785    73.245    69.96     82.126    



23:54  ZZZZZZ         73.296    66.002    77.178    70.963    81.655    75.03     69.51     81.221    



23:59  MP18010A-PS1   73.724    66.547 !a 80.869    72.357    83.799    76.374    70.693    88.389    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   74.699    66.412 !a 81.654    73.018    84.575    77.418    71.125    91.449    



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 74.043    66.511 !a 81.171    72.341    83.195    76.568    69.901 !a 83.325    



00:33  MA47752-CCB13  75.896    69.452 !a 82.516    72.601    82.628    74.605    70.287    82.776    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         76.829    69.655 !  84.534    74.523    86.503    77.47     71.421    86.037    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         75.119    68.632 !  80.286    72.305    81.352    74.568    70.491    80.59     



01:23  ZZZZZZ         74.832    68.723 !  80.295    72.666    81.947    74.229    70.422    80.353    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#9  Rhodium (103-2)          60-125 %   60-125 %  
Istd#10 Rhodium (103-3)          60-125 %   60-125 %  
Istd#11 Indium (115-1)           60-125 %   60-125 %  
Istd#12 Indium (115-2)           60-125 %   60-125 %  
Istd#13 Terbium (159-1)          60-125 %   60-125 %  
Istd#14 Terbium (159-2)          60-125 %   60-125 %  
Istd#15 Terbium (159-3)          60-125 %   60-125 %  
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#9    Istd#10   Istd#11   Istd#12   Istd#13   Istd#14   Istd#15   Istd#16   



Istd#16 Holmium (165-1)          60-125 %   60-125 %  



(a) No samples reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



11:38  MA47752-STD1   No results reported for the elements associated with this internal standard.



11:43  MA47752-STD2   No results reported for the elements associated with this internal standard.



11:48  MA47752-STD3   100       100       100       



11:53  MA47752-STD4   99.988    99.406    98.932    



11:58  MA47752-STD5   100.358   100.437   98.621    



12:03  MA47752-STD6   100.799   101.769   99.767    



12:08  MA47752-STD7   99.161    100.969   98.796    



12:13  MA47752-STD8   99.476    101.587   99.491    



12:17  MA47752-STD9   100.301   99.281    98.556    



12:22  MA47752-STD10  102.252   99.56     100.435   



12:27  MA47752-STD11  102.18    97.09     97.921    



12:32  MA47752-STD12  103.061   93.234    96.115    



12:37  ZZZZZZ         99.832    100.979   98.707    



12:42  MA47752-ICVA1  101.977   99.339    97.817    



12:47  MA47752-ICV1   No results reported for the elements associated with this internal standard.



12:52  MA47752-ICV2   98.255    99.6      97.21     



12:57  MA47752-ICB1   98.533    100.008   97.561    



13:02  MA47752-CCVA1  101.004   95.479    96.995    



13:07  MA47752-CCB1   97.605    99.374    96.485    



13:12  MA47752-CRI1   97.492    99.453    95.914    



13:25  MA47752-ICSA1  88.69     81.043    80.502    



13:29  MA47752-ICSAB1 87.607    83.256    80.402    



13:34  ZZZZZZ         95.226    100.777   95.854    



13:39  ZZZZZZ         95.923    103.059   96.408    



13:46  ZZZZZZ         96.643    101.978   96.373    



13:51  ZZZZZZ         96.693    102.03    96.435    



13:58  ZZZZZZ         94.192    101.579   93.711    



14:03  MA47752-CCVA2  98.312    103.3     96.104    



14:08  MA47752-CCB2   95.243    103.713   95.549    



14:13  ZZZZZZ         95.135    104.425   95.893    



14:18  ZZZZZZ         93.39     103.445   92.407    



14:23  ZZZZZZ         95.167    99.908    94.842    



14:28  ZZZZZZ         94.189    100.93    95.047    



_________________________________________________________________________________________________________



Page 13



77 of 555



JC97617



6
6.2.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



14:32  ZZZZZZ         96.271    103.191   94.17     



14:37  ZZZZZZ         95.486    101.664   94.976    



14:42  MA47752-CCVA3  97.976    102.824   94.621    



14:47  MA47752-CCB3   93.778    102.324   94.446    



14:52  ZZZZZZ         95.539    102.197   95.738    



14:57  ZZZZZZ         94.294    102.784   93.351    



15:02  ZZZZZZ         94.469    99.679    94.558    



15:31  MA47752-CCVA4  96.096    97.38     93.085    



15:36  MA47752-CCB4   92.171    101.126   92.02     



15:41  MP18106-MB1    92.943    102.5     91.814    



15:46  ZZZZZZ         92.253    101.06    90.819    



15:51  MP18106-B1     94.151    102.459   90.55     



15:57  MP18106-S1     92.471    100.057   88.803    



16:02  MP18106-S1     93.281    100.358   92.626    



16:07  MP18106-S2     91.673    99.794    88.5      



16:12  MP18106-S2     93.267    100.054   92.227    



16:17  JC97513-19     86.617    97.611    84.835    



16:22  JC97513-19     90.837    98.707    90.617    



16:28  MP18106-SD1    92.999    99.88     93.589    



16:33  MA47752-CCVA5  93.688    97.933    90.169    



16:38  MA47752-CCB5   91.395    100.157   91.996    



16:44  MP18106-SD1    No results reported for the elements associated with this internal standard.



16:49  ZZZZZZ         90.929    101.051   90.51     



16:54  ZZZZZZ         91.399    99.519    90.002    



17:00  MP18106-SD1    91.014    98.746    89.765    



17:05  ZZZZZZ         90.355    94.356    84.331    



17:11  ZZZZZZ         91.867    96.014    88.413    



17:16  ZZZZZZ         91.147    97.355    86.733    



17:22  JC97617-1      89.772    96.564    87.295    



17:27  JC97617-2      87.989    98.32     86.604    



17:32  MP18041-MB1    88.343    98.41     85.897    



17:37  MA47752-CCVA6  92.915    98.003    89.036    



17:42  MA47752-CCB6   88.182    97.066    87.361    
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



17:47  MP18041-B1     88.559    96.884    85.02     



17:52  MP18041-S1     88.32     93.138    85.421    



17:56  MP18041-S1     86.295    94.242    85.261    



18:01  MP18041-S2     88.55     94.344    84.416    



18:06  MP18041-S2     85.731    93.529    84.188    



18:11  JC97283-1      85.108    92.583    83.043    



18:16  JC97283-1      85.492    94.216    84.273    



18:21  MP18041-SD1    84.767    91.514    84.625    



18:26  MP18041-SD1    83.411    90.653    82.5      



18:31  ZZZZZZ         85.518    89.631    80.428    



18:36  MA47752-CCVA7  85.95     92.148    83.192    



18:40  MA47752-CCB7   83.747    91.259    82.657    



18:45  ZZZZZZ         84.215    90.152    80.34     



18:50  ZZZZZZ         82.113    86.079    78.436    



18:55  ZZZZZZ         79.72     87.646    79.698    



19:00  ZZZZZZ         No results reported for the elements associated with this internal standard.



19:05  ZZZZZZ         80.014    87.52     78.728    



19:10  ZZZZZZ         81.802    86.561    77.854    



19:15  ZZZZZZ         79.341    86.732    77.936    



19:19  ZZZZZZ         77.772    87.556    77.979    



19:24  ZZZZZZ         77.92     86.426    76.72     



19:29  ZZZZZZ         82.277    83.896    77.578    



19:34  MA47752-CCVA8  82.866    86.695    79.404    



19:39  MA47752-CCB8   79.224    86.224    77.809    



19:44  ZZZZZZ         80.743    86.072    78.346    



19:49  ZZZZZZ         79.161    85.957    77.516    



19:54  ZZZZZZ         81.248    85.359    75.527    



19:58  ZZZZZZ         80.57     85.814    78.79     



20:03  ZZZZZZ         83.871    85.936    78.156    



20:08  ZZZZZZ         79.488    85.285    77.921    



20:13  ZZZZZZ         76.312    83.998    75.5      



20:18  ZZZZZZ         79.801    81.434    75.539    



20:23  ZZZZZZ         76.702    85.179    76.189    



_________________________________________________________________________________________________________



Page 15



79 of 555



JC97617



6
6.2.2











INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



20:28  ZZZZZZ         78.723    84.3      76.223    



20:33  MA47752-CCVA9  79.865    83.593    76.942    



20:38  MA47752-CCB9   73.329    84.848    73.499    



20:43  ZZZZZZ         77.152    83.67     76.053    



20:48  ZZZZZZ         78.96     81.557    75.49     



20:52  ZZZZZZ         76.578    83.67     76.729    



20:57  ZZZZZZ         79.577    81.256    74.057    



21:02  ZZZZZZ         74.636    81.448    74.522    



21:07  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:12  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:17  ZZZZZZ         No results reported for the elements associated with this internal standard.



21:22  ZZZZZZ         79.886    80.652    74.779    



21:27  ZZZZZZ         76.723    82.751    74.644    



21:32  MA47752-CCVA10 76.66     80.992    73.984    



21:37  MA47752-CCB10  73.997    80.875    73.204    



21:41  ZZZZZZ         75.434    80.766    73.633    



21:46  ZZZZZZ         77.671    80.06     73.479    



21:51  ZZZZZZ         75.828    82.604    74.741    



21:56  ZZZZZZ         78.591    80.684    74.114    



22:01  ZZZZZZ         75.401    81.093    73.656    



22:06  ZZZZZZ         73.617    80.804    72.562    



22:11  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:16  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:21  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:26  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:31  MA47752-CCVA11 76.794    80.643    73.784    



22:35  MA47752-CCB11  73.069    80.087    72.111    



22:40  ZZZZZZ         No results reported for the elements associated with this internal standard.



22:45  ZZZZZZ         73.855    81.533    72.752    



22:50  MP18077A-MB1   No results reported for the elements associated with this internal standard.



22:55  MP18077A-MB2   No results reported for the elements associated with this internal standard.



23:00  MP18077A-B2    No results reported for the elements associated with this internal standard.



23:05  ZZZZZZ         No results reported for the elements associated with this internal standard.
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INTERNAL STANDARD SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
Analyst: SN                                Run ID: MA47752    
Parameters: Al,As,Cd,Cr,Co,Cu,Fe,Mg,Mn,Ni,K,Se,Na,V,Zn



Sample           
Time   Description    Istd#17   Istd#18   Istd#19   



23:10  ZZZZZZ         No results reported for the elements associated with this internal standard.



23:15  ZZZZZZ         76.856    82.355    74.521    



23:20  MP18078-S1     70.176    79.549    68.709    



23:25  MP18078-S2     75.407    79.273    73.453    



23:29  MA47752-CCVA12 75.417    79.616    72.268    



23:34  MA47752-CCB12  71.754    77.592    71.617    



23:39  TD46661-1      74.908    79.547    72.48     



23:44  ZZZZZZ         74.391    69.929    64.494    



23:49  ZZZZZZ         72.82     81.761    73.893    



23:54  ZZZZZZ         76.044    79.842    73.955    



23:59  MP18010A-PS1   80.331    81.867    74.109    



00:04  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:09  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:13  MP18012A-PS1   83.863    80.632    73.9      



00:18  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:23  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:28  MA47752-CCVA13 76.395    79.454    73.152    



00:33  MA47752-CCB13  74.637    81.084    73.459    



00:38  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:43  ZZZZZZ         76.667    85.401    76.108    



00:48  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:53  ZZZZZZ         No results reported for the elements associated with this internal standard.



00:57  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:03  MA47752-CCVA14 No results reported for the elements associated with this internal standard.



01:08  MA47752-CCB14  No results reported for the elements associated with this internal standard.



01:13  ZZZZZZ         No results reported for the elements associated with this internal standard.



01:18  ZZZZZZ         74.468    80.016    73.172    



01:23  ZZZZZZ         75.054    80.344    73.514    



! = Outside limits.



LEGEND:                                     CCV/CCB    
Istd#   Parameter                Limits     Limits     _______ ________________________ __________ __________
Istd#17 Holmium (165-2)          60-125 %   60-125 %  
Istd#18 Bismuth (209-1)          60-125 %   60-125 %  
Istd#19 Bismuth (209-2)          60-125 %   60-125 %  
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    12:57             13:07             14:08             14:47              
Sample ID:                    ICB1     CCB1     CCB2     CCB3     



Metal          RL       IDL      raw      final    raw      final    raw      final    raw      final     



Aluminum       25       .27      1.81     <25      1.87     <25      2.15     <25      2.01     <25      



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     -0.00316 <0.50    0.00478  <0.50    0.00213  <0.50    0.00391  <0.50    



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     0.00269  <0.50    0.00967  <0.50    0.00382  <0.50    0.00488  <0.50    



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0241   <1.0     0.0244   <1.0     0.0403   <1.0     0.0319   <1.0     



Cobalt         0.50     .002     -0.000871<0.50    0.00186  <0.50    0.000367 <0.50    0.00279  <0.50    



Copper         2.0      .006     -0.0122  <2.0     0.00754  <2.0     0.00117  <2.0     0.0288   <2.0     



Iron           25       .16      0.229    <25      0.692    <25      0.794    <25      0.684    <25      



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      0.211    <250     0.421    <250     0.642    <250     0.466    <250     



Manganese      1.0      .005     -0.0000826<1.0     0.00186  <1.0     0.00647  <1.0     0.00432  <1.0     



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     -0.00172 <1.0     0.00874  <1.0     0.00916  <1.0     0.00383  <1.0     



Potassium      250      1        -1.34    <250     -0.793   <250     -0.158   <250     -0.599   <250     



Selenium       0.50     .4       -0.130   <0.50    0.173    <0.50    0.194    <0.50    0.161    <0.50    



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      0.123    <250     0.429    <250     5.09     <250     4.26     <250     



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     0.00916  <1.0     0.00645  <1.0     -0.00590 <1.0     0.00440  <1.0     



Zinc           5.0      .023     -0.0429  <5.0     -0.0312  <5.0     -0.00293 <5.0     0.0397   <5.0     



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 1 - Initial and Continuing Calibration Blanks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: result < RL                       Run ID: MA47752        Units: ug/l



Time:                    15:36             16:38             17:42                                
Sample ID:                    CCB4     CCB5     CCB6     



Metal          RL       IDL      raw      final    raw      final    raw      final                       



Aluminum       25       .27      2.09     <25      1.92     <25      1.95     <25                        



Antimony       2.0      .061     anr                                                                     



Arsenic        0.50     .008     0.00548  <0.50    0.0299   <0.50    0.0229   <0.50                      



Barium         1.0      .01      anr                                                                     



Beryllium      0.50     .005     anr                                                                     



Boron          25       .67                                                                              



Cadmium        0.50     .002     0.00588  <0.50    0.00391  <0.50    0.0194   <0.50                      



Calcium        250      1.8      anr                                                                     



Chromium       1.0      .018     0.0325   <1.0     0.0326   <1.0     0.0436   <1.0                       



Cobalt         0.50     .002     0.000960 <0.50    0.000181 <0.50    0.00817  <0.50                      



Copper         2.0      .006     -0.00207 <2.0     0.000868 <2.0     0.00630  <2.0                       



Iron           25       .16      0.712    <25      0.694    <25      0.984    <25                        



Lead           0.50     .004     anr                                                                     



Magnesium      250      .14      0.543    <250     0.467    <250     0.602    <250                       



Manganese      1.0      .005     0.00233  <1.0     -0.000465<1.0     0.0109   <1.0                       



Molybdenum     1.0      .01                                                                              



Nickel         1.0      .008     0.0129   <1.0     -0.000487<1.0     0.0222   <1.0                       



Potassium      250      1        0.190    <250     -0.519   <250     0.349    <250                       



Selenium       0.50     .4       0.157    <0.50    0.244    <0.50    0.0272   <0.50                      



Silver         0.50     .002     anr                                                                     



Sodium         250      .28      3.60     <250     2.89     <250     3.97     <250                       



Strontium      5.0      .003                                                                             



Thallium       0.50     .002     anr                                                                     



Tin            5.0      .035                                                                             



Titanium       1.0      .02                                                                              



Vanadium       1.0      .023     -0.00537 <1.0     0.00219  <1.0     0.0112   <1.0                       



Zinc           5.0      .023     -0.00474 <5.0     -0.00908 <5.0     0.605    <5.0                       



(*) Outside of QC limits
(anr) Analyte not requested



_________________________________________________________________________________________________________



Page 2



83 of 555



JC97617



6
6.2.3











CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           12:42                      12:52                      13:02                       
Sample ID:  ICVA     ICVA1    ICV      ICV2     CCVA     CCVA1    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5500     5310     96.5     60       58.5     97.5     5000     4860     97.2              



Antimony       anr                                                                                       



Arsenic        60       63.0     105.0                               50       50.5     101.0             



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        60       58.5     97.5                                50       49.4     98.8              



Calcium        anr                                                                                       



Chromium       60       57.7     96.2                                50       48.8     97.6              



Cobalt         60       60.7     101.2                               50       50.6     101.2             



Copper         60       59.5     99.2                                50       50.5     101.0             



Iron           5500     5350     97.3                                5000     4970     99.4              



Lead           anr                                                                                       



Magnesium      5500     5400     98.2                                5000     5010     100.2             



Manganese      60       60.6     101.0                               50       50.6     101.2             



Molybdenum                                                                                               



Nickel         60       59.3     98.8                                50       49.9     99.8              



Potassium      5500     5320     96.7                                5000     4920     98.4              



Selenium       260      269      103.5                               200      204      102.0             



Silver         anr                                                                                       



Sodium         5500     5190     94.4                                5000     4830     96.6              



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       60       60.1     100.2                               50       50.2     100.4             



Zinc           60       59.9     99.8                                50       49.9     99.8              



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           14:03                      14:42                      15:31                       
Sample ID:  CCVA     CCVA2    CCVA     CCVA3    CCVA     CCVA4    



Metal          True     Results  % Rec    True     Results  % Rec    True     Results  % Rec              



Aluminum       5000     4830     96.6     5000     4870     97.4     5000     4850     97.0              



Antimony       anr                                                                                       



Arsenic        50       53.0     106.0    50       52.2     104.4    50       52.5     105.0             



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        50       51.3     102.6    50       51.9     103.8    50       52.1     104.2             



Calcium        anr                                                                                       



Chromium       50       51.0     102.0    50       51.0     102.0    50       50.9     101.8             



Cobalt         50       53.5     107.0    50       53.2     106.4    50       53.1     106.2             



Copper         50       53.3     106.6    50       53.1     106.2    50       52.6     105.2             



Iron           5000     5260     105.2    5000     5220     104.4    5000     5280     105.6             



Lead           anr                                                                                       



Magnesium      5000     5120     102.4    5000     5150     103.0    5000     5160     103.2             



Manganese      50       52.5     105.0    50       51.7     103.4    50       51.8     103.6             



Molybdenum                                                                                               



Nickel         50       52.4     104.8    50       52.5     105.0    50       52.3     104.6             



Potassium      5000     4970     99.4     5000     4980     99.6     5000     5020     100.4             



Selenium       200      205      102.5    200      209      104.5    200      203      101.5             



Silver         anr                                                                                       



Sodium         5000     4990     99.8     5000     5000     100.0    5000     5060     101.2             



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       51.8     103.6    50       51.9     103.8    50       51.6     103.2             



Zinc           50       54.0     108.0    50       53.4     106.8    50       52.8     105.6             



(*) Outside of QC limits
(anr) Analyte not requested
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CALIBRATION CHECK STANDARDS SUMMARY 
Initial and Continuing Calibration Checks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 90 to 110 % Recovery              Run ID: MA47752        Units: ug/l



Time:           16:33                      17:37                                                  
Sample ID:  CCVA     CCVA5    CCVA     CCVA6    



Metal          True     Results  % Rec    True     Results  % Rec                                         



Aluminum       5000     4930     98.6     5000     4830     96.6                                         



Antimony       anr                                                                                       



Arsenic        50       52.6     105.2    50       50.8     101.6                                        



Barium         anr                                                                                       



Beryllium      anr                                                                                       



Boron                                                                                                    



Cadmium        50       51.8     103.6    50       50.8     101.6                                        



Calcium        anr                                                                                       



Chromium       50       50.8     101.6    50       49.3     98.6                                         



Cobalt         50       52.8     105.6    50       51.7     103.4                                        



Copper         50       52.2     104.4    50       51.0     102.0                                        



Iron           5000     5350     107.0    5000     5240     104.8                                        



Lead           anr                                                                                       



Magnesium      5000     5200     104.0    5000     5100     102.0                                        



Manganese      50       51.9     103.8    50       50.6     101.2                                        



Molybdenum                                                                                               



Nickel         50       51.8     103.6    50       50.4     100.8                                        



Potassium      5000     5010     100.2    5000     4920     98.4                                         



Selenium       200      205      102.5    200      203      101.5                                        



Silver         anr                                                                                       



Sodium         5000     5060     101.2    5000     4960     99.2                                         



Strontium                                                                                                



Thallium       anr                                                                                       



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       50       51.8     103.6    50       50.6     101.2                                        



Zinc           50       52.1     104.2    50       51.3     102.6                                        



(*) Outside of QC limits
(anr) Analyte not requested
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LOW CALIBRATION CHECK STANDARDS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47752        Units: ug/l



Time:                    13:12                                                                    
Sample ID:  CRI      CRIA     CRI1     



Metal          True     True     Results  % Rec                                                           



Aluminum       25       25       27.0     108.0                                                          



Antimony       2.0      0.25     anr                                                                     



Arsenic        0.50     0.50     0.503    100.6                                                          



Barium         1.0      0.50     anr                                                                     



Beryllium      0.50     0.25     anr                                                                     



Boron          25       2.5                                                                              



Cadmium        0.50     0.25     0.540    108.0                                                          



Calcium        250      125      anr                                                                     



Chromium       1.0      2.0      0.929    92.9                                                           



Cobalt         0.50     0.25     0.470    94.0                                                           



Copper         2.0      2.0      2.01     100.5                                                          



Iron           25       25       25.1     100.4                                                          



Lead           0.50     0.25     anr                                                                     



Magnesium      250      125      253      101.2                                                          



Manganese      1.0      0.25     1.05     105.0                                                          



Molybdenum     1.0      0.50                                                                             



Nickel         1.0      2.0      0.976    97.6                                                           



Potassium      250      125      244      97.6                                                           



Selenium       0.50     0.50     0.548    109.6                                                          



Silver         0.50     1.0      anr                                                                     



Sodium         250      125      244      97.6                                                           



Strontium      5.0      0.50                                                                             



Thallium       0.50     0.25     anr                                                                     



Tin            5.0      0.50                                                                             



Titanium       1.0      0.50                                                                             



Vanadium       1.0      2.0      0.975    97.5                                                           



Zinc           5.0      2.0      5.77     115.4                                                          



(*) Outside of QC limits
(anr) Analyte not requested
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INTERFERING ELEMENT CHECK STANDARDS SUMMARY 
Part 1 - ICSA and ICSAB Standards



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



File ID: XB110419M1.CSV             Date Analyzed: 11/04/19     Methods: EPA 200.8, SW846 6020B 
QC Limits: 80 to 120 % Recovery              Run ID: MA47752        Units: ug/l



Time:                    13:25             13:29                                                  
Sample ID:  ICSA     ICSAB    ICSA1    ICSAB1   



Metal          True     True     Results  % Rec    Results  % Rec                                         



Aluminum       100000   100000   92000    92.0     92900    92.9                                         



Antimony                         0.180             0.210                                                 



Arsenic                 20       0.0585            18.3     91.5                                         



Barium                           0.214             0.253                                                 



Beryllium                        0.0145            0.0134                                                



Boron                   50       1.46              50.5     101.0                                        



Cadmium                 20       -0.0689           17.0     85.0                                         



Calcium        100000   100000   99000    99.0     101000   101.0                                        



Chromium                20       0.230             18.0     90.0                                         



Cobalt                  20       0.192             18.0     90.0                                         



Copper                  20       0.345             16.6     83.0                                         



Iron           100000   100000   89900    89.9     92100    92.1                                         



Lead                             0.0939            0.105                                                 



Magnesium      100000   100000   94500    94.5     95300    95.3                                         



Manganese               20       0.335             18.8     94.0                                         



Molybdenum     2000     2000     2200     110.0    2200     110.0                                        



Nickel                  20       0.571             17.3     86.5                                         



Potassium      100000   100000   97300    97.3     98400    98.4                                         



Selenium                20       0.124             19.7     98.5                                         



Silver                  20       0.0187            16.6     83.0                                         



Sodium         100000   100000   94100    94.1     94800    94.8                                         



Strontium      2000     2000     2080     104.0    2240     112.0                                        



Thallium                         0.0158            0.00903                                               



Tin            2000     2000     1690     84.5     1900     95.0                                         



Titanium       2000     2000     1850     92.5     1910     95.5                                         



Vanadium                20       0.0439            20.0     100.0                                        



Zinc                    20       0.781             16.3     81.5                                         



(*) Outside of QC limits
(anr) Analyte not requested
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/30/19                                              



MB       
Metal          RL       IDL      MDL      raw      final                                                  



Aluminum       50       .54      32       5.8      <50                                                   



Antimony       4.0      .12      1.7      0.040    <4.0                                                  



Arsenic        1.0      .016     .94      0.11     <1.0                                                  



Barium         2.0      .016     .73      0.20     <2.0                                                  



Beryllium      1.0      .008     .15      -0.014   <1.0                                                  



Boron          50       1.3      14                                                                      



Cadmium        1.0      .004     .17      -0.017   <1.0                                                  



Calcium        500      3.7      64       17.9     <500                                                  



Chromium       2.0      .028     .62      0.30     <2.0                                                  



Cobalt         1.0      .004     .17      0.0018   <1.0                                                  



Copper         4.0      .012     1.9      0.096    <4.0                                                  



Iron           50       .31      19       2.5      <50                                                   



Lead           1.0      .008     .52      0.16     <1.0                                                  



Magnesium      500      .27      46       3.5      <500                                                  



Manganese      2.0      .01      .63      0.16     <2.0                                                  



Molybdenum     2.0      .02      .45                                                                     



Nickel         2.0      .016     .95      0.095    <2.0                                                  



Potassium      500      1.4      68       2.4      <500                                                  



Selenium       1.0      .14      .55      0.018    <1.0                                                  



Silver         1.0      .004     .16      0.014    <1.0                                                  



Sodium         500      .56      140      16.4     <500                                                  



Strontium      10       .006     2.4                                                                     



Thallium       1.0      .004     .17      0.029    <1.0                                                  



Tin            10       .07      2.6                                                                     



Titanium       2.0      .04      1.6                                                                     



Vanadium       2.0      .018     1.8      0.16     <2.0                                                  



Zinc           10       .046     5.4      2.0      <10                                                   



Associated samples MP18106: JC97617-1, JC97617-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                10/30/19                                                       



JC97513-19        Spikelot QC                                                     
Metal          Original MS       MP6020AQ3% Rec    Limits                                                 



Aluminum       21.3     3950     4000     98.2     75-125                                                



Antimony       0.0      74.6     80       93.3     75-125                                                



Arsenic        1710     1650     80       -75.0(a) 75-125                                                



Barium         5.2      76.9     80       89.6     75-125                                                



Beryllium      0.0      75.3     80       94.1     75-125                                                



Boron                                                                                                    



Cadmium        0.0      77.0     80       96.3     75-125                                                



Calcium        4590     8650     4000     101.5    75-125                                                



Chromium       0.66     77.4     80       95.9     75-125                                                



Cobalt         0.18     76.5     80       95.4     75-125                                                



Copper         3.3      78.2     80       93.6     75-125                                                



Iron           11300    15500    4000     105.0    75-125                                                



Lead           0.42     81.2     80       101.0    75-125                                                



Magnesium      703      4650     4000     98.7     75-125                                                



Manganese      14.9     91.9     80       96.3     75-125                                                



Molybdenum                                                                                               



Nickel         0.36     75.3     80       93.7     75-125                                                



Potassium      2510     6400     4000     97.3     75-125                                                



Selenium       0.0      332      400      83.0     75-125                                                



Silver         0.035    76.8     80       96.0     75-125                                                



Sodium         2830     6830     4000     100.0    75-125                                                



Strontium                                                                                                



Thallium       0.036    78.7     80       98.3     75-125                                                



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       0.21     77.0     80       96.0     75-125                                                



Zinc           3.8      75.0     80       89.0     75-125                                                



Associated samples MP18106: JC97617-1, JC97617-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery



information.
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                                         10/30/19                                              



JC97513-19        Spikelot          MSD      QC                                            
Metal          Original MSD      MP6020AQ3% Rec    RPD      Limit                                         



Aluminum       21.3     3570     4000     88.7     10.1     20                                           



Antimony       0.0      75.7     80       94.6     1.5      20                                           



Arsenic        1710     1740     80       37.5 (a) 5.3      20                                           



Barium         5.2      78.7     80       91.9     2.3      20                                           



Beryllium      0.0      76.3     80       95.4     1.3      20                                           



Boron                                                                                                    



Cadmium        0.0      70.4     80       88.0     9.0      20                                           



Calcium        4590     8700     4000     102.8    0.6      20                                           



Chromium       0.66     73.3     80       90.8     5.4      20                                           



Cobalt         0.18     76.0     80       94.8     0.7      20                                           



Copper         3.3      78.6     80       94.1     0.5      20                                           



Iron           11300    14800    4000     87.5     4.6      20                                           



Lead           0.42     82.1     80       102.1    1.1      20                                           



Magnesium      703      4600     4000     97.4     1.1      20                                           



Manganese      14.9     88.7     80       92.3     3.5      20                                           



Molybdenum                                                                                               



Nickel         0.36     75.1     80       93.4     0.3      20                                           



Potassium      2510     6040     4000     88.3     5.8      20                                           



Selenium       0.0      311      400      77.8     6.5      20                                           



Silver         0.035    75.9     80       94.8     1.2      20                                           



Sodium         2830     6600     4000     94.3     3.4      20                                           



Strontium                                                                                                



Thallium       0.036    79.7     80       99.6     1.3      20                                           



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       0.21     73.8     80       92.0     4.2      20                                           



Zinc           3.8      72.6     80       86.0     3.3      20                                           



Associated samples MP18106: JC97617-1, JC97617-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
(a) Spike amount low relative to the sample amount.  Refer to  lab control or spike blank for recovery



information.
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/30/19                                                                



BSP      Spikelot QC                                                              
Metal          Result   MP6020AQ3% Rec    Limits                                                          



Aluminum       3910     4000     97.8     80-120                                                         



Antimony       74.2     80       92.8     80-120                                                         



Arsenic        72.6     80       90.8     80-120                                                         



Barium         72.5     80       90.6     80-120                                                         



Beryllium      75.9     80       94.9     80-120                                                         



Boron                                                                                                    



Cadmium        76.1     80       95.1     80-120                                                         



Calcium        3990     4000     99.8     80-120                                                         



Chromium       76.6     80       95.8     80-120                                                         



Cobalt         76.6     80       95.8     80-120                                                         



Copper         75.4     80       94.3     80-120                                                         



Iron           4200     4000     105.0    80-120                                                         



Lead           80.9     80       101.1    80-120                                                         



Magnesium      3910     4000     97.8     80-120                                                         



Manganese      77.0     80       96.3     80-120                                                         



Molybdenum                                                                                               



Nickel         75.6     80       94.5     80-120                                                         



Potassium      3860     4000     96.5     80-120                                                         



Selenium       340      400      85.0     80-120                                                         



Silver         75.5     80       94.4     80-120                                                         



Sodium         3940     4000     98.5     80-120                                                         



Strontium                                                                                                



Thallium       78.2     80       97.8     80-120                                                         



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       77.1     80       96.4     80-120                                                         



Zinc           71.7     80       89.6     80-120                                                         



Associated samples MP18106: JC97617-1, JC97617-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC Batch ID: MP18106                                          Methods: SW846 6020B 
Matrix Type: AQUEOUS                                            Units: ug/l



Prep Date:                       10/30/19                                                                



JC97513-19        QC                                                              
Metal          Original SDL 2:10 %DIF     Limits                                                          



Aluminum       21.3     24.7     16.2 (a) 0-10                                                           



Antimony       0.00     1.93     NC       0-10                                                           



Arsenic        1710     1480     13.5*(b) 0-10                                                           



Barium         5.16     5.69     10.2*(b) 0-10                                                           



Beryllium      0.00     0.00     NC       0-10                                                           



Boron                                                                                                    



Cadmium        0.00     0.00     NC       0-10                                                           



Calcium        4590     4590     0.0      0-10                                                           



Chromium       0.658    0.00     100.0(a) 0-10                                                           



Cobalt         0.176    0.166    5.4      0-10                                                           



Copper         3.32     3.76     13.2*(b) 0-10                                                           



Iron           11300    11200    0.9      0-10                                                           



Lead           0.416    0.485    16.8 (a) 0-10                                                           



Magnesium      703      695      1.1      0-10                                                           



Manganese      14.9     15.1     1.0      0-10                                                           



Molybdenum                                                                                               



Nickel         0.358    0.361    0.9      0-10                                                           



Potassium      2510     2490     0.8      0-10                                                           



Selenium       0.00     3.70     NC       0-10                                                           



Silver         0.0354   0.0531   50.1 (a) 0-10                                                           



Sodium         2830     2780     1.6      0-10                                                           



Strontium                                                                                                



Thallium       0.0358   0.0481   34.4 (a) 0-10                                                           



Tin                                                                                                      



Titanium                                                                                                 



Vanadium       0.213    1.44     576.7(a) 0-10                                                           



Zinc           3.78     0.00     100.0*(b 0-10                                                           



Associated samples MP18106: JC97617-1, JC97617-2



Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).
(b) Serial dilution indicates possible matrix interference.
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Instrument Detection Limits Page 1 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .045
Aluminum .276
Antimony .094
Arsenic .12
Arsenic .013
Barium .008
Beryllium .004
Boron .648
Cadmium .007
Cadmium .004
Calcium 6.11
Chromium .036
Chromium .014
Cobalt .0041
Cobalt .002
Copper .1044
Copper .021
Iron 1.21
Iron .432
Lead .009
Magnesium .033
Magnesium .152
Manganese .006
Manganese .007
Molybdenum .015
Nickel .046
Nickel .017
Potassium .506
Potassium .707
Selenium .503
Selenium .072
Silver .004
Sodium .357
Sodium 1.037
Strontium .003
Thallium .004
Tin .025
Tin .071
Titanium .035
Titanium .035
Vanadium .112
Vanadium .009
Zinc .041
Zinc .029
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Instrument Detection Limits Page 2 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47741
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Instrument Detection Limits Page 3 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



Aluminum .371
Aluminum .272
Antimony .061
Arsenic .253
Arsenic .008
Barium .01
Beryllium .005
Boron .671
Cadmium .005
Cadmium .002
Calcium 1.84
Chromium .147
Chromium .018
Cobalt .003
Cobalt .002
Copper .018
Copper .006
Iron 3.211
Iron .155
Lead .004
Magnesium .163
Magnesium .136
Manganese .012
Manganese .005
Molybdenum .01
Nickel .012
Nickel .008
Potassium 3.978
Potassium 1.01
Selenium .84
Selenium .4
Silver .002
Sodium .503
Sodium .278
Strontium .003
Thallium .002
Tin .02
Tin .035
Titanium .197
Titanium .02
Vanadium .113
Vanadium .023
Zinc .886
Zinc .023
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Instrument Detection Limits Page 4 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 01/31/19



IDL
Analyte ug/l



The above applies to the following instrument runs:
MA47752
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Instrument Linear Ranges Page 1 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100
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Instrument Linear Ranges Page 2 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS1 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47741
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Instrument Linear Ranges Page 3 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Aluminum 10000
Aluminum 10000
Antimony 100
Arsenic 100
Arsenic 100
Barium 100
Beryllium 100
Boron 200
Cadmium 100
Cadmium 100
Calcium 10000
Chromium 100
Chromium 100
Cobalt 100
Cobalt 100
Copper 100
Copper 100
Iron 10000
Iron 10000
Lithium 100
Lead 100
Magnesium 10000
Magnesium 10000
Manganese 100
Manganese 100
Molybdenum 100
Nickel 100
Nickel 100
Potassium 10000
Potassium 10000
Selenium 400
Selenium 400
Silver 100
Sodium 10000
Sodium 10000
Strontium 100
Thallium 100
Tin 100
Tin 100
Titanium 100
Titanium 100
Tungsten 100
Uranium 100
Vanadium 100
Vanadium 100
Zinc 100



100 of 555



JC97617



6
6.4











Instrument Linear Ranges Page 4 of 4     
Job Number: JC97617
Account: EAENYS EA Engineering
Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



Instrument ID: AGICPMS2 Effective Date: 09/10/18



Linear Range
Analyte ug/l



Zinc 100



The above applies to the following instrument runs:
MA47752
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SGS North America Inc.



Metals Analysis



Raw Data



Dayton, NJ
Section 7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.528E-03



5.255E-04



3.837E-02



3.080E-04



2.110E-03



1.907E-03



8.489E-02



1.620E-03



0.000E+00



1.219E-03



7.998E-06



1.125E-05



1.004E-04



6.938E-05



3.492E-04



6.598E-02



Ratio



1.665E-05



7.220E-03



1.087E-02



1.392E-04



1.714E-05



2.379E-06



4.911E-04



7.793E-05



0.00



206.67



766.70



88.89



6,505.83



52.20



1,343.41



11,190.49



357.79



323.34



14,394.10



274.45



2,036.89



486.70



50.00



43.33



386.69



266.68



CPS



25.33



11,008.25



32,178.87



593.37



73.34



10.00



-2.09



-29.64



-104.97



-369.18



0.00



-32.21



-402.62



-49.93



-155.74



-38.90



-38.31



-12.64



-5.33



-7.19



-45.48



-25.05



-50.87



-11.69



-134.14



-12.80



RSD(%)



-26.29



-135.36



-76.59



-71.85



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.022



-0.003



-0.004



-0.011



-1.208



-0.003



-0.006



-1.256



-0.538



-1.501



-0.470



-0.517



-0.024



-0.032



-0.004



-0.002



-0.005



-0.005



Conc



-0.008



-0.095



-1.734



-0.004



-0.017



-0.003



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:02



Sample Name STDA 4



Sample Type CalBlk



File Name 001CALB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:09 AM on:11/4/2019



Raw Data MA47741    page 1 of 289



Inst QC: MA47741
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Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.885E-03



1.667E-01



320.01



28,262.16



1527.58



7.33



ug/l



ug/l



0.001



0.554



2



2



Ni



Cu
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Raw Data MA47741    page 2 of 289



Inst QC: MA47741
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Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.19



0.87



1.38



0.45



1.12



ISTD Recovery%



100.0



100.0



100.0



100.0



0.95



0.24



0.23



0.45



0.46



0.37



1.35



1.08



1.37



1.43



1.28



1.03



RSD(%)



0.88



1.76



1.98



1.26



1.84



2,757,307.60



247,040.52



172,273.45



261,182.66



2,832,033.99



4,927,481.75



109,811.40



163,630.97



2,871,078.77



1,119,732.72



3,939,301.79



396,913.46



4,248,992.75



4,144,497.61



6,250,307.62



597,034.35



3,845,328.49



169,568.73



CPS



1,524,784.08



2,961,976.21



603,554.67



841,667.64



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



4.646E-03



9.841E-05



3.957E-06



7.373E-04



3.171E-058.27



787.81



16.67



4.44



825.59



-16.29



-159.44



-60.02



-6.12



-306.60



ug/l



ug/l



ug/l



ug/l



ug/l-0.012



-1.032



-0.002



-0.010



-0.006



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47741



105 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



5.285E-03



1.108E-03



6.245E-02



1.407E-03



4.296E-03



2.922E-03



8.826E-02



1.653E-03



1.990E-05



1.527E-03



3.391E-05



1.369E-04



1.647E-04



1.556E-04



7.085E-04



7.733E-02



Ratio



1.659E-04



6.299E-03



1.176E-02



3.154E-04



6.625E-05



1.104E-05



6.267E-04



1.044E-04



3.33



255.56



884.48



185.56



10,451.21



235.53



2,743.56



12,940.63



718.91



488.90



14,772.23



276.67



2,647.00



666.71



216.68



530.03



636.71



603.37



CPS



253.34



9,620.72



35,161.58



1,353.44



283.35



46.67



-5.99



17.28



82.98



-621.96



-275.86



34.38



61.37



76.14



67.58



47.57



19.50



111.47



116.76



-64.27



210.48



-15.36



110.36



-6.59



4.43



14.35



RSD(%)



23.97



-6.83



72.69



25.21



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.006



0.004



0.011



0.010



-0.657



0.010



0.013



0.119



0.016



-0.737



0.649



-0.312



0.012



-0.023



0.017



0.007



0.009



0.016



Conc



0.028



-0.409



0.998



0.010



0.003



-0.001



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:07



Sample Name STDA



Sample Type CalBlk



File Name 002CALB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47741



106 of 555



JC97617



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



2.814E-03



1.646E-01



471.12



27,543.21



47.09



11.26



ug/l



ug/l



0.040



0.521



2



2



Ni



Cu
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Inst QC: MA47741



107 of 555



JC97617



7
7.1











Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.69



0.16



0.23



0.52



0.33



ISTD Recovery%



100.0



100.0



100.0



100.0



0.21



0.33



0.63



0.43



0.15



0.58



2.01



1.98



1.73



2.32



0.31



0.35



RSD(%)



1.11



1.43



1.56



1.61



1.47



2,767,056.14



245,972.87



171,006.00



259,515.87



2,831,323.78



4,971,920.64



109,545.23



163,828.71



2,884,209.47



1,121,158.33



3,931,914.01



396,540.10



4,287,875.15



4,221,316.33



6,389,833.24



605,529.65



3,875,830.78



167,357.46



CPS



1,527,150.50



2,989,496.31



610,835.33



851,059.80



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



8.212E-03



2.171E-04



5.153E-05



6.916E-04



3.108E-058.07



1,374.52



36.33



57.75



775.59



18.18



-43.03



-69.90



-10.70



13.60



ug/l



ug/l



ug/l



ug/l



ug/l-0.012



-0.630



0.021



0.012



-0.016



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47741



108 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



4.409E-03



5.977E-04



3.767E-02



4.932E-04



2.116E-03



1.898E-03



8.565E-02



1.295E-03



0.000E+00



1.051E-03



8.706E-06



1.317E-05



8.586E-05



8.504E-05



3.819E-04



6.695E-02



Ratio



1.319E-05



6.055E-03



1.200E-02



1.825E-04



2.176E-05



6.703E-06



4.850E-04



6.409E-05



0.00



177.78



745.59



101.11



6,371.31



83.32



1,386.77



11,320.57



357.78



321.12



14,484.20



218.89



1,893.54



366.69



53.33



50.00



313.35



306.69



CPS



18.67



8,700.22



32,860.20



716.71



86.67



26.67



-2.66



-154.03



-83.65



-24.35



0.00



-14.77



-185.30



-24.42



-77.74



-310.64



-84.13



-9.67



-14.96



-21.39



-38.39



-6.09



-67.49



-23.02



-85.00



-45.89



RSD(%)



-12.70



-34.00



274.38



-451.55



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.022



-0.007



-0.006



-0.008



-1.224



-0.001



-0.005



-1.140



-0.536



-1.509



-0.216



-2.546



-0.026



-0.037



-0.004



-0.002



-0.008



-0.001



Conc



-0.008



-0.492



1.722



-0.001



-0.015



-0.002



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 0



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:12



Sample Name STDA



Sample Type CalBlk



File Name 003CALB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Inst QC: MA47741



109 of 555



JC97617



7
7.1











Quantitation Report



3



3



0.30



0.30



Pulse



Pulse



1.893E-03



1.521E-01



320.01



25,716.97



283.18



7.18



ug/l



ug/l



0.001



0.328



2



2



Ni



Cu
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Inst QC: MA47741



110 of 555



JC97617



7
7.1











Quantitation Report



RepUnits RSD(%) CPS Ratio Det Time(sec)



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.76



1.26



0.46



0.27



0.71



ISTD Recovery%



100.0



100.0



100.0



100.0



1.29



0.35



0.40



0.43



0.29



0.66



11.66



14.11



11.35



11.36



0.57



0.37



RSD(%)



8.70



11.98



10.33



9.49



11.25



2,747,909.96



246,849.29



170,790.45



259,933.31



2,840,916.83



4,952,125.50



108,186.17



162,881.02



2,876,962.31



1,111,522.71



3,909,475.26



395,560.17



3,978,814.63



3,945,069.33



5,872,184.91



563,480.82



3,659,939.43



169,099.49



CPS



1,443,726.59



2,766,738.55



574,204.74



800,822.41



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



5.00



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



5.198E-03



9.073E-05



1.985E-06



6.217E-04



1.976E-055.13



878.93



15.33



2.22



691.14



-14.95



-41.94



-17.58



-3.64



-170.91



ug/l



ug/l



ug/l



ug/l



ug/l-0.025



-0.969



-0.004



-0.010



-0.030



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47741



111 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.125E-02



2.529E-02



2.789E-01



4.949E-02



2.545E-03



1.103E-03



4.523E-02



1.155E-03



4.131E-02



5.698E-02



2.881E-02



1.135E+00



2.127E-03



9.444E-03



2.105E+00



9.907E-01



3.763E-02



8.284E-01



3.061E-03



1.919E-02



5.650E-03



1.202E-03



6.471E-03



2.344E-03



Ratio



2.041E-03



7.887E-02



9.365E-02



5.896E-02



2.434E-03



46,680.61



8,283.30



426.01



1,227.03



6,914.88



9,537.30



4,822.99



190,042.54



6,904.36



4,233.95



352,296.93



165,812.49



6,297.93



138,660.00



7,570.71



193.34



35,611.57



7,575.55



24,714.70



8,946.49



8,122.58



36,062.07



CPS



3,064.33



118,345.68



278,361.25



250,067.13



10,323.75



12,695.56



79,622.70



2.79



1.89



1.80



2.21



2.68



7.70



1.69



7.34



5.36



2.03



3.65



1.98



4.11



1.11



0.51



1.23



1.30



0.46



3.90



2.60



0.84



3.04



1.45



6.82



RSD(%)



4.48



2.31



0.98



1.17



0.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.472



1.005



2.289



4.020



0.487



0.489



271.617



0.922



0.973



0.987



1.011



23.901



0.508



0.493



245.969



249.801



25.390



245.783



0.494



4.972



1.862



0.975



0.495



0.484



Conc



0.470



24.359



251.088



4.899



1.011



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 13:17



Sample Name STDB



Sample Type CalStd



File Name 004CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.3



101.7



100.9



101.9



101.9



Det



Pulse



Pulse



Pulse



Pulse



100.0



99.2



100.1



99.2



99.9



99.5



105.2



107.3



106.3



104.3



99.0



99.9



1.68



0.50



0.70



1.05



ISTD Recovery%



103.9



107.4



106.2



105.0



106.6



0.03



0.41



1.18



0.87



0.35



1.29



0.66



1.75



1.14



0.28



1.10



0.17



262,311.57



2,896,295.92



5,044,377.86



RSD(%)



1.31



0.59



1.28



1.05



0.69



1.36



1,112,806.77



3,878,436.79



395,026.39



2,735,071.84



249,990.50



173,701.76



599,009.29



3,818,747.65



167,379.48



108,069.19



162,824.85



2,854,548.22



CPS



1,500,700.72



2,972,282.35



609,614.48



840,802.02



4,241,543.69



4,149,560.85



6,303,128.45



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse4.807E-04126.077.45ug/l0.4923Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.887E-02



2.545E-02



1.102E-02



Det



Pulse



Pulse



Pulse



Pulse



2.723E-01



1.423E-01



2.889E-01



4.370E-01



1.189E-01



4.858E-01



2.431E-02



9.727E-03



1.148E-01



6.102E-03



6.196E-03



2.018E-01



6.188E-03



6.516E-02



2.278E-02



2.007E-02



9.175E-02



1.525E-01



Ratio



2.149E-02



2.014E-02



1.533E-02



6.086E-02



1.186E-02



3.112E-02



1.948E-02



1.507E-02



19,750.88



80,665.44



9,776.38



4,226.23



12,237.43



1,028.94



33,518.44



45,229.48



23,629.25



47,975.18



72,572.02



355,130.70



25,325.75



4,037.20



1,615.65



19,057.67



1,013.38



81,817.15



95,752.07



39,307.71



252,224.82



88,179.87



77,701.93



0.74



CPS



32,739.50



30,677.04



46,041.49



260,427.08



50,744.81



130,753.76



0.56



0.65



1.77



1.84



0.65



3.04



7.74



3.96



1.91



2.30



1.29



1.24



0.94



0.78



1.10



5.05



1.84



12.56



2.70



0.73



0.30



1.87



1.67



0.40



ug/l



ug/l



ug/l



RSD(%)



1.91



2.79



11.94



1.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.025



5.489



5.076



5.072



4.990



5.040



4.880



5.056



5.109



4.525



5.061



5.009



9.235



5.085



4.386



9.423



27.454



5.048



5.067



5.063



5.014



4.936



4.982



2



Conc



5.057



4.313



11.887



5.058



5.022



5.050



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 5



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:22



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



99.5



99.2



100.4



99.6



100.2



100.4



99.9



99.7



100.1



99.9



100.1



99.8



107.6



106.5



108.2



107.8



105.8



98.2



0.81



1.16



0.25



0.75



0.26



ISTD Recovery%



105.5



108.6



105.6



105.9



1.29



0.26



0.31



0.93



0.20



0.48



1.05



0.69



1.66



2.31



0.62



0.75



RSD(%)



0.91



0.71



1.76



2.09



0.84



2,734,124.26



244,970.82



171,459.07



259,011.59



2,845,562.67



4,972,972.30



108,080.24



162,358.73



2,879,392.11



1,110,865.50



3,914,351.51



394,660.84



4,279,592.54



4,200,807.63



6,352,092.40



607,451.15



3,871,180.04



166,069.98



CPS



1,523,658.89



3,004,002.98



606,122.99



848,396.37



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse4.571E-031,183.911.80ug/l5.0763Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.432E-01



1.291E-01



5.661E-02



Det



Pulse



Pulse



Pulse



Pulse



1.356E+00



7.107E-01



1.197E+00



2.198E+00



5.923E-01



1.796E+00



1.075E-01



4.876E-02



1.679E-01



2.281E-02



3.201E-02



1.048E+00



3.020E-02



3.223E-01



1.117E-01



9.834E-02



4.482E-01



2.961E-01



Ratio



1.066E-01



7.523E-02



2.481E-02



2.961E-01



5.915E-02



1.527E-01



9.360E-02



7.379E-02



97,880.70



296,872.86



40,189.29



21,328.23



62,037.79



5,290.92



173,175.16



224,124.19



117,453.41



197,830.68



363,188.04



1,763,883.84



48,940.47



17,766.15



8,058.70



27,742.05



3,769.37



397,788.17



477,659.97



195,478.70



1,268,484.35



439,588.01



387,019.93



1.67



CPS



164,437.89



116,021.40



76,037.68



1,279,930.61



255,706.91



648,918.00



2.00



1.37



0.64



0.58



1.08



1.49



3.00



7.13



2.22



0.52



1.28



1.21



1.87



1.27



0.96



1.50



1.68



1.78



1.44



1.41



1.17



2.07



2.08



1.67



ug/l



ug/l



ug/l



RSD(%)



0.81



0.43



1.54



1.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.343



25.760



25.839



25.810



25.688



26.135



25.472



25.535



25.639



25.313



25.479



24.567



26.651



26.151



33.769



27.011



131.707



24.852



25.034



24.753



24.813



24.304



24.498



2



Conc



25.138



23.117



40.831



24.667



25.146



24.785



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTD



Cd



Mass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 25



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:27



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.9



98.1



98.6



98.3



99.2



99.3



99.2



99.4



99.1



98.6



99.5



99.0



108.7



107.7



110.3



109.2



107.5



97.7



0.09



0.16



0.71



0.28



0.20



ISTD Recovery%



106.8



110.8



107.1



106.7



0.60



0.37



0.21



0.16



0.53



0.13



0.44



1.63



0.87



0.40



0.77



0.33



RSD(%)



0.55



1.42



0.39



0.31



0.86



2,718,732.18



242,170.38



168,450.76



255,506.72



2,818,039.54



4,916,101.05



107,354.19



161,855.91



2,850,613.92



1,095,942.18



3,891,261.79



391,545.71



4,323,282.23



4,249,665.91



6,474,319.90



615,508.99



3,935,514.11



165,272.99



CPS



1,542,232.06



3,065,564.85



614,889.51



854,655.27



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



ISTD Table



Units RSD(%) CPS Ratio



5.00Pulse2.328E-025,948.480.80ug/l26.0473Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.635E-01



2.537E-01



1.110E-01



Det



Pulse



Pulse



Pulse



Pulse



2.663E+00



1.381E+00



2.215E+00



4.349E+00



1.178E+00



3.406E+00



1.986E-01



7.214E-02



2.292E-01



4.198E-02



6.344E-02



2.046E+00



6.100E-02



6.551E-01



2.303E-01



2.031E-01



9.264E-01



4.919E-01



Ratio



2.149E-01



1.489E-01



3.369E-02



6.088E-01



1.199E-01



3.086E-01



1.906E-01



1.484E-01



194,988.87



563,531.94



76,689.30



41,980.33



121,112.68



10,497.89



338,627.51



440,629.18



228,502.32



366,578.58



719,613.62



3,563,120.18



81,392.84



32,866.39



11,937.71



37,923.03



6,945.98



798,527.88



947,891.68



389,686.73



2,519,658.35



885,775.61



781,262.15



0.98



CPS



328,524.83



227,614.27



100,896.49



2,581,917.62



508,501.57



1,292,487.85



0.22



0.37



0.85



0.66



2.14



0.50



0.50



1.76



2.36



0.95



0.40



0.52



0.30



0.76



0.46



1.05



0.84



1.15



0.76



0.81



1.77



1.11



0.32



0.29



ug/l



ug/l



ug/l



RSD(%)



0.37



0.89



2.35



0.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.501



50.650



50.653



50.758



50.392



51.813



49.778



50.222



49.845



48.617



50.425



50.804



50.387



49.225



51.375



47.316



251.300



50.778



50.398



50.011



50.436



50.138



50.623



2



Conc



50.675



48.256



67.958



50.740



50.991



50.087



2



2



2
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Tune Step
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3



Tune File
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Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 50



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:32



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



99.1



98.3



98.1



98.0



99.4



99.8



98.1



99.0



99.3



98.1



99.3



99.2



106.6



106.2



108.8



107.5



105.1



97.9



0.34



0.70



1.54



0.29



0.42



ISTD Recovery%



105.9



108.3



106.3



105.4



0.91



0.41



0.45



0.10



0.05



0.43



1.28



0.88



2.73



1.59



0.24



0.81



RSD(%)



1.11



0.30



0.99



1.50



1.76



2,723,081.49



242,661.49



167,461.25



254,676.06



2,823,252.80



4,942,982.16



106,105.12



161,226.33



2,855,890.65



1,090,915.96



3,883,469.01



392,244.45



4,241,294.73



4,188,665.21



6,388,053.65



605,878.91



3,846,182.86



165,477.06



CPS



1,528,818.72



2,995,141.41



610,440.69



844,138.19



Mass
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Ge
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Ho



Rh
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3



3



3



3



3



Element
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Ge



2



2



2



2



2



2
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1
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ISTD Table
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3



3
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0.30
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0.30



0.30



0.30



0.30



0.30



0.30
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0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.968E-01



4.968E-01



2.200E-01



Det



Pulse



Pulse



Pulse



Mix



5.235E+00



2.750E+00



4.265E+00



8.593E+00



2.324E+00



6.561E+00



3.858E-01



1.361E-01



3.825E-01



8.195E-02



1.210E-01



4.032E+00



1.222E-01



1.297E+00



4.527E-01



3.994E-01



1.818E+00



8.768E-01



Ratio



4.224E-01



2.849E-01



5.384E-02



1.196E+00



2.325E-01



6.122E-01



3.750E-01



2.932E-01



380,844.68



1,075,324.75



146,980.01



81,423.90



238,262.65



19,825.30



660,783.30



858,074.36



450,739.03



699,016.17



1,408,372.85



7,053,522.71



143,705.74



63,235.26



22,299.33



62,685.63



13,432.23



1,568,558.57



1,842,030.60



767,744.86



5,031,624.20



1,756,607.42



1,549,960.86



0.29



CPS



638,403.29



430,558.11



160,086.25



5,108,284.82



992,956.23



2,560,781.42



0.25



0.20



0.39



0.92



0.56



0.58



1.23



0.83



0.74



0.59



0.53



0.61



1.54



1.23



0.88



1.30



1.67



1.24



0.43



0.63



0.89



1.22



0.63



0.80



ug/l



ug/l



ug/l



RSD(%)



1.62



1.85



1.38



0.64



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.662



99.455



99.464



99.415



99.890



98.809



98.099



98.828



99.297



95.528



99.642



99.706



97.062



96.632



99.489



98.083



500.761



100.029



99.651



100.203



99.828



98.585



99.573



2



Conc



99.625



94.676



129.521



99.718



98.929



99.378



2



2



2



2



2



2



2
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FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
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3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 100



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:37



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep
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Element Mass ISTD Tune Conc



3



3
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3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



97.8



98.4



96.9



98.8



99.7



97.8



98.8



98.2



97.4



98.7



97.9



107.3



106.0



107.0



107.5



106.0



96.9



0.25



1.32



0.99



0.52



0.54



ISTD Recovery%



104.7



107.5



105.4



106.2



0.70



0.03



0.32



1.16



1.47



0.26



2.19



0.26



0.82



2.31



0.21



0.76



RSD(%)



1.28



1.52



1.50



1.66



1.91



2,710,397.05



241,406.47



168,034.57



251,865.39



2,807,472.59



4,935,557.86



105,842.43



160,950.80



2,825,950.79



1,082,768.96



3,859,112.49



387,242.82



4,270,070.77



4,183,392.27



6,282,065.32



605,730.96



3,881,198.90



163,902.54



CPS



1,511,421.61



2,973,389.02



605,020.75



850,411.16



Mass



Bi
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Ge



Ge



Rh
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Ge



Ge



Rh
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Rh
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ISTD Table
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3



3



3



3



3



3
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3
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0.30



1.00
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.289E-03



2.145E-04



4.086E-05



Det



Pulse



Pulse



Pulse



Pulse



5.326E-03



1.580E-03



2.159E+01



2.836E-03



3.228E-03



1.239E-01



1.961E+00



6.738E-01



1.586E+00



8.190E-02



8.852E-05



1.553E-03



4.212E-05



4.215E-04



2.182E-04



1.995E-04



8.803E-04



4.130E+00



Ratio



6.438E-05



6.251E-01



1.766E-01



4.497E-04



4.485E-04



1.017E-04



2.897E-03



2.046E-03



526.68



20,207.00



1,352.30



35.00



44.25



14.44



253.34



868.93



257.78



3,522,630.14



462.72



3,336.98



673,879.77



319,907.91



109,931.17



258,688.05



13,362.15



11,961.68



12,795.74



263.34



1,596.81



826.74



756.73



68.26



CPS



96.00



931,222.71



520,587.66



1,876.88



1,873.53



420.03



0.91



12.25



30.88



-37.75



-10.53



81.28



0.89



3.33



83.75



111.88



57.48



25.10



54.87



12.63



11.04



0.44



1.03



0.90



15.79



31.87



2.47



4.90



7.81



12.43



ug/l



ug/l



ug/l



RSD(%)



102.38



1.35



0.72



2.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.058



-0.109



-0.621



0.021



0.007



0.050



0.005



0.011



0.027



492.096



0.026



0.023



491.589



495.479



504.326



496.536



500.415



0.619



0.637



0.024



0.029



0.021



0.027



2



Conc



0.004



210.795



504.311



0.022



0.166



0.013



2



2



2



2



2



2
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FullQuant Table
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Tune Step
1
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3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 500MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:42



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:12 AM on:11/4/2019



Raw Data MA47741    page 25 of 289



Inst QC: MA47741



127 of 555



JC97617



7
7.1











Quantitation Report



30.30Pulse4.091E-034,430.680.10ug/l0.6862Sn



Page 2 of 3 Printed at: 11:12 AM on:11/4/2019



Raw Data MA47741    page 26 of 289



Inst QC: MA47741



128 of 555



JC97617



7
7.1











Quantitation Report



Det Time(sec) Rep
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3
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3
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3
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3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10
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0.10



0.10
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0.30



Pulse



Pulse



Pulse
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Pulse



Time(sec)



0.10



0.10
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Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.2



97.9



98.5



97.9



98.6



99.7



97.7



97.4



97.4



97.4



98.4



98.3



104.9



104.7



106.5



106.6



103.6



96.5



0.28



0.52



0.44



0.27



0.75



ISTD Recovery%



103.2



106.6



104.0



104.0



1.33



1.29



1.02



0.70



1.02



0.67



2.00



1.06



2.01



1.68



0.12



0.79



RSD(%)



1.36



1.08



1.89



0.67



0.99



2,698,864.13



241,637.74



168,156.14



254,521.67



2,801,739.33



4,936,127.44



105,655.01



158,653.96



2,802,580.03



1,082,917.03



3,845,068.46



388,796.09



4,173,774.42



4,128,856.71



6,254,617.20



600,625.55



3,792,715.15



163,153.05



CPS



1,489,580.54



2,948,469.64



597,295.76



833,237.04



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh
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Ho



Rh
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3



3



3



3



Element



Li
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Ge



2



2
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2
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2



1
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1



1
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2



Tune
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3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.346E-03



1.590E-04



1.218E-05



Det



Pulse



Pulse



Pulse



Pulse



5.033E-03



1.766E-03



4.453E+01



4.228E-03



3.000E-03



1.386E-01



3.881E+00



1.325E+00



3.060E+00



1.617E-01



4.022E-05



1.262E-03



3.940E-05



8.401E-05



1.543E-04



1.710E-04



6.743E-04



8.123E+00



Ratio



2.928E-05



2.056E-02



3.372E-01



3.348E-04



1.385E-04



3.474E-05



2.196E-03



6.770E-04



496.68



22,946.17



1,382.30



26.33



13.28



6.67



208.89



833.37



292.23



7,372,682.76



700.12



2,576.88



1,345,015.26



642,691.37



219,322.44



506,752.69



26,771.67



9,073.02



4,297.44



250.02



320.02



590.04



653.38



-41.26



CPS



44.00



30,924.04



1,002,011.89



1,400.13



580.04



143.34



1.59



7.02



19.39



44.40



-10.96



18.11



0.36



1.67



153.19



-377.29



21.99



33.80



124.41



19.58



30.73



0.42



0.23



0.41



49.88



77.93



4.75



14.63



7.55



41.77
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ug/l



ug/l
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ug/l
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ug/l
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ug/l
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ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l
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-0.615



0.010



-0.006



0.011
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0.006



0.034
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0.042



0.011



975.741



981.853



994.241



985.009



998.229
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2
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2



2



2
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3
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Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50
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Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 1000MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:47



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d
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3



3
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3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



98.4



98.4



99.3



99.5



99.4



100.3



98.4



98.9



98.0



98.1



99.1



98.8



105.1



104.7



108.1



107.1



104.3



97.9



0.62



1.01



0.21



0.45



0.78



ISTD Recovery%



104.2



107.4



105.7



105.1



0.78



0.34



0.41



1.02



0.49



0.18



1.19



1.29



1.36



1.67



0.48



1.33



RSD(%)



0.65



1.80



1.10



0.56



0.96



2,702,668.43



242,888.17



169,568.32



258,709.66



2,824,500.93



4,964,534.80



106,419.51



161,127.70



2,819,589.96



1,090,712.08



3,875,389.57



390,809.20



4,179,973.16



4,129,872.46



6,348,046.36



603,352.53



3,817,895.57



165,581.47



CPS



1,504,051.05



2,971,604.75



606,923.05



842,006.94
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Tune



1
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1
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3



3
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3



3
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3



3



3



3



3



3



3



3
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0.30
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1.00
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0.30



0.30



0.30
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0.30
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0.30



0.30



0.30
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0.10



0.10
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0.10
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Pulse



Time(sec)
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0.15



0.10
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0.10



0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.840E-03



2.417E-04



4.052E-06



Det



Pulse



Pulse



Mix



Pulse



5.985E-03



3.056E-03



2.204E+02



1.879E-02



6.977E-03



1.421E-01



1.941E+01



6.632E+00



1.494E+01



8.074E-01



5.313E-05



1.505E-03



3.266E-05



6.225E-05



1.576E-04



1.326E-04



6.547E-04



4.169E+01



Ratio



2.116E-05



1.515E-02



1.643E+00



7.757E-04



6.998E-05



2.513E-05



2.136E-03



4.593E-04



1,164.50



23,720.60



1,475.64



40.33



4.40



8.89



251.12



998.93



510.02



36,788,652.98



3,135.48



2,453.53



6,958,757.22



3,239,494.45



1,106,843.67



2,493,938.79



134,758.94



8,769.55



2,950.41



210.01



233.35



590.04



496.70



-22.31



CPS



32.00



22,953.66



4,939,297.95



3,213.80



290.01



103.34



0.70



1.10



3.18



22.26



-7.80



20.53



0.71



1.33



234.14



100.71



28.12



10.52



63.22



68.01



11.32



0.20



0.95



0.77



124.65



115.25



6.03



20.71



43.39



142.19
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ug/l



ug/l
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-38.22
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ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.219



0.173



-0.559



0.026



-0.010



0.021



0.004



0.024



0.080



5043.119



0.211



0.010



5046.632



4914.432



4989.932



4920.447



5027.822



0.415



0.097



0.016



0.002



0.008



0.011



2
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-0.007



2.613



4984.215
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0.005
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Tune Step
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Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 5000MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:52



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 2 Printed at: 11:13 AM on:11/4/2019



Raw Data MA47741    page 31 of 289



Inst QC: MA47741



133 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3
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3



3



3



3



3
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0.30



0.30



0.30



0.30
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0.30



0.30
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0.10
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0.30
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Pulse



Pulse



Pulse



Pulse



Time(sec)
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0.10



0.10



0.10



Pulse
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Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



97.5



98.7



99.0



97.9



97.5



99.4



99.3



99.3



98.0



98.1



99.5



99.4



104.1



104.1



109.3



107.2



102.4



98.7



0.48



0.60



0.38



0.97



1.03



ISTD Recovery%



104.9



108.6



104.1



104.4



1.22



0.38



0.47



0.52



0.33



0.26



1.51



1.22



0.70



1.17



0.51



0.29



RSD(%)



0.69



1.27



0.62



1.22



1.13



2,679,706.28



243,747.41



169,102.98



254,594.64



2,770,746.42



4,924,165.50



107,383.57



161,661.14



2,818,764.82



1,089,883.27



3,889,949.57



393,199.21



4,141,165.04



4,105,269.37



6,418,876.99



603,965.36



3,746,848.07



166,898.78



CPS



1,514,819.33



3,005,210.16



598,029.59



835,944.83
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2



2
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1
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0.30Pulse
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2.887E-03



1.576E-0440.13



3,147.025.17
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3



3
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1.00
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0.30
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0.30



0.30
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0.30



0.30



0.30
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0.30
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0.10
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0.10



0.10



Pulse



Pulse



Pulse



Time(sec)
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0.15



0.10
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Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.905E-02



4.223E-04



1.853E-05



2.780E-03



7.427E-05



Det



Pulse



Pulse



Analog



Pulse



7.351E-03



5.597E-03



4.351E+02



3.858E-02



1.060E-02



1.358E-01



3.993E+01



1.332E+01



3.041E+01



1.602E+00



3.366E-05



1.362E-03



5.531E-05



4.293E-05



2.197E-04



1.615E-04



7.893E-04



8.238E+01



18.67



Ratio



2.830E-05



1.212E-02



3.288E+00



1.351E-03



8.033E-05



2.848E-05



2.058E-03



3.913E-04



1,759.01



22,521.12



3,159.23



70.00



19.97



2,995.88



5.56



225.56



1,218.95



927.82



72,143,166.02



6,396.61



2,933.58



13,659,075.01



6,621,770.43



2,208,990.74



5,042,104.52



265,640.00



8,425.92



2,476.98



350.02



160.01



816.73



600.04



-124.31



9.94



64.14



CPS



42.67



18,243.56



9,870,007.15



5,544.52



330.02



116.67



0.40



2.20



11.44



11.74



6.60



19.89



0.28



0.82



472.53



1847.09



21.44



6.11



17.52



25.56



2.90



1.30



1.11



1.01



52.36



162.67
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13.83



13.29
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ug/l



ug/l



ug/l



ug/l



ug/l
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4.18
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ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l
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ug/l



0.036
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ug/l



ug/l



ug/l



ug/l



ug/l
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0.076



0.591



0.063



-0.003



0.415



0.005



0.000



0.050



0.172



9955.715



0.441



0.018



9979.631



10111.493



10026.099



10041.573



9985.705



0.395



0.074



0.034



0.000



0.021



0.018



2



2



3
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2



2



2



2



2



2



2



2
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FullQuant Table
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Tune Step
1
2
3



Tune File
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FQ Blank File
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Cal Title



Cal Type External Calibration
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Total Dilution 1.000



Operator Name admin



Acq Mode Spectrum



Comment 10000MIN



Prep Dilution 1.000



Auto Dilution N/A



Acq Time 11/1/2019 13:57
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.4



98.1



97.9



96.7



95.8



98.5



98.3



98.1



96.3



97.0



99.0



99.5



103.1



103.8



107.8



107.1



101.5



98.1



0.74



0.99



0.91



0.74



0.86



108.5



105.3



103.9



0.65



0.72



0.13



0.30



0.49



0.51



1.52



0.63



1.65



1.37



0.74



0.48



1.53



1.35



1.48



1.78



2,621,442.67



242,163.74



167,223.24



251,274.56



2,722,174.68



4,879,314.67



106,378.98



159,802.01



2,770,703.22



1,077,722.57



3,872,254.15



393,587.98



4,101,407.86



4,093,541.48



6,327,726.37



603,440.35



3,716,294.74



165,824.59



3,001,395.27



604,855.38



832,260.77
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.830E-04



1.703E-03



2.713E-05



1.343E-03



4.814E-03



7.937E-04



1.025E-01



8.995E-05



4.651E-04



7.634E-02



4.385E-03



2.636E-03



8.631E-02



1.865E-05



5.841E-04



1.826E-04



1.372E-05



4.131E-05



1.242E-04



Ratio



4.915E-05



9.807E-03



1.144E-02



1.915E-04



4.176E-05



220.00



787.81



130.00



16,787.60



95.51



12,501.39



717.80



432.24



14,133.90



278.90



4.44



1,153.42



86.67



156.68



470.03



340.02



1,760.12



CPS



74.67



14,902.41



33,908.72



806.72



176.68



76.67



2,406.95



1464.06



---



---



-16238.40



706.13



-445.62



20.02



-4133.90



---



---



326.80



-38.57



---



-4518.14



2201.51



163.80



611.78



---



867.75



RSD(%)



---



2.68



---



---



-77.24



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.000



0.000



0.000



0.002



-0.001



0.259



0.000



0.000



0.000



0.039



-0.953



0.000



0.000



0.001



0.003



0.000



0.000



0.000



Conc



0.000



0.788



0.000



0.000



-0.007



2



2



2



2



2



2



2



2



2



2



2



1
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1
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:02



Sample Name STDA



Sample Type CalBlk



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



Det



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



0.48



0.63



0.62



0.25



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



0.46



0.89



0.77



0.59



0.76



1.16



0.67



1.76



1.71



1.13



1.67



1.11



254,788.98



2,824,878.99



4,893,622.03



RSD(%)



0.25



1.41



1.17



1.01



1.83



1.97



1,086,100.29



3,811,032.76



386,863.18



2,682,643.71



240,968.04



168,073.40



592,720.41



3,785,606.40



163,804.10



106,635.04



159,404.57



2,815,486.48



CPS



1,519,512.66



2,965,091.42



602,398.12



838,548.24



4,215,731.19



4,124,508.24



6,314,308.87



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



7.712E-04



4.187E-05



5.318E-03



1.099E-04



2.550E-05



Ratio



871.15



18.00



27.76



837.81



10.67



CPS



2198.74



-1036.85



-5.22



---



2216.89



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.001



0.000



-0.956



0.000



0.000



Conc



2



2



2



2



3



TuneISTDMass
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



5.205E+00



1.406E+00



4.068E+00



5.461E-01



3.177E-01



1.342E-01



9.097E-01



7.230E-02



2.523E+00



3.221E+00



1.697E+00



2.384E+02



2.373E-01



1.114E+00



4.557E+01



2.135E+01



7.366E+00



1.640E+01



3.710E-01



2.314E-01



1.900E-01



7.566E-02



8.403E-01



2.855E-01



Ratio



2.579E-01



3.699E-01



1.812E+00



7.438E-01



1.436E-01



669,720.81



89,919.35



52,314.21



144,555.07



415,478.79



530,268.45



279,420.85



39,254,180.66



857,044.99



231,562.90



7,503,298.31



3,515,726.25



1,212,782.28



2,700,837.60



149,774.96



11,905.49



1,191,687.41



474,601.19



3,138,392.66



1,066,503.16



886,257.85



4,160,385.66



CPS



390,943.25



560,681.37



5,401,884.29



3,066,343.70



592,215.16



1,534,257.32



956,762.12



0.12



1.02



0.78



0.69



0.53



0.41



0.27



2.68



0.58



0.31



0.19



0.83



0.38



0.31



1.12



0.30



0.45



0.25



0.63



0.74



0.79



0.41



0.55



0.46



RSD(%)



0.06



1.08



0.85



0.87



0.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



60.358



60.294



60.893



59.968



63.578



60.906



5665.692



59.054



61.391



60.763



61.265



5454.697



59.139



61.090



5517.051



5406.384



5542.479



5404.242



60.226



61.658



64.547



62.032



64.695



62.167



Conc



60.823



123.692



5498.160



61.991



61.104



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1
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1



1



1



1



1



1
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K
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:08



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.5



99.9



100.4



97.2



100.5



Det



Pulse



Pulse



Pulse



Pulse



100.5



98.7



99.2



101.6



101.5



99.1



100.3



99.3



100.7



98.7



100.5



99.7



0.77



0.47



0.35



0.76



ISTD Recovery%



99.8



100.6



101.0



101.2



97.8



0.45



0.28



1.04



1.03



1.00



0.55



0.75



2.17



1.79



0.65



1.07



0.92



255,698.54



2,746,379.82



4,918,393.69



RSD(%)



0.96



0.88



0.74



1.31



0.70



1.09



1,077,333.27



3,873,825.82



392,710.14



2,659,035.10



242,134.71



167,874.74



596,940.00



3,735,217.13



164,647.48



106,365.78



160,196.14



2,779,012.25



CPS



1,515,751.73



2,981,841.21



608,315.37



848,428.01



4,122,703.79



4,135,460.33



6,272,605.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.943E-01



2.374E-01



317,026.71



60,699.61



0.29



0.67



ug/l



ug/l



60.539



266.021



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.998E-04



2.263E-03



1.267E-01



8.589E-03



2.244E-03



6.138E-05



1.630E-03



7.375E-03



8.903E-04



1.214E-01



1.705E-04



8.106E-04



8.516E-02



9.426E-03



8.765E-02



8.925E-02



1.781E-04



1.900E-03



4.028E-04



2.669E-05



2.591E-04



2.024E-04



Ratio



6.164E-05



1.345E-02



1.246E-02



2.996E-04



2.782E-04



20,723.21



1,404.53



266.67



1,206.73



145.56



19,857.66



114.40



370.01



13,926.95



1,541.20



14,337.37



14,595.38



366.68



10.00



2,573.67



170.01



986.75



770.06



650.05



3,086.95



CPS



93.33



20,414.92



36,905.57



1,266.77



1,176.76



736.72



7,858.95



48.10



73.81



-19.78



-18.29



80.33



157.77



18.75



20.88



149.58



2.84



35.25



7.75



31.71



16.68



0.65



98.71



9.25



6.05



6.26



66.40



2.89



43.98



RSD(%)



273.22



4.38



31.09



18.93



21.70



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.017



-0.065



-0.587



3.380



0.028



0.007



0.050



0.002



0.692



0.020



0.019



1.069



1.315



63.053



0.975



0.026



0.352



0.078



0.011



0.017



0.017



Conc



0.003



2.031



3.113



0.009



0.094



2



2



2



2



2



2



2



2



2



2



2



2



2



2
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1
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K
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Sb
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Tl
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:13



Sample Name ICV



Sample Type ICV



File Name 015_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.7



99.5



100.1



99.5



99.9



Det



Pulse



Pulse



Pulse



Pulse



100.3



100.2



99.8



100.2



99.2



99.3



100.3



101.2



100.9



100.6



99.9



99.0



0.73



0.54



0.67



0.68



ISTD Recovery%



99.9



99.9



100.2



100.0



100.3



0.70



0.31



0.40



0.34



0.49



1.11



1.74



1.55



1.02



0.96



0.52



1.09



254,949.45



2,810,490.79



4,886,457.58



RSD(%)



0.73



0.95



0.61



0.49



0.36



1.07



1,083,584.29



3,818,651.80



383,649.66



2,664,975.31



240,173.25



167,223.20



597,939.97



3,809,157.55



163,565.78



105,602.81



159,835.95



2,820,334.05



CPS



1,518,081.30



2,962,895.79



603,615.50



838,924.73



4,228,982.96



4,136,261.28



6,392,124.49



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.564E-03



1.153E-04



1.836E-05



Ratio



19.87



2,778.07



29.40



CPS



2.67



2.65



-138.18



RSD(%)



ug/l



ug/l



ug/l



Units



0.370



0.082



-0.003



Conc



2



2



3



TuneISTDMass



Sn



Se



Cd
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.919E-04



1.593E-03



6.608E-06



1.395E-03



4.706E-03



8.725E-04



5.489E-02



1.324E-04



5.891E-04



7.340E-02



3.444E-03



2.663E-03



8.639E-02



1.209E-05



5.722E-04



1.302E-04



2.555E-05



7.594E-05



1.507E-04



Ratio



8.670E-05



9.332E-03



1.158E-02



2.607E-04



4.608E-05



234.45



791.14



146.67



9,227.17



149.98



12,340.17



578.91



447.79



14,523.11



267.78



1.11



833.39



163.34



286.68



570.04



500.03



2,226.84



CPS



132.00



14,183.98



34,126.14



1,093.42



193.34



50.00



2,373.61



26.84



-214.90



-55.79



496.14



-1560.66



291.55



-1.46



28.01



9.92



-97.70



-15.66



-5.89



2061.67



-38.36



-531.63



-37.51



27.08



27.06



50.55
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55.41
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64.17
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0.004



-0.685



-0.017



0.001



0.000



0.002



-0.830
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0.007



-0.357



-0.200



-0.932



0.027



-0.001



-0.002



-0.015



0.010



0.003



0.006
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0.009
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0.446



0.006
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Tune Step
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2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:23



Sample Name ICB



Sample Type ICB



File Name 016_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



0.30
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0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.4



100.5



100.4



99.2



99.2



Det



Pulse



Pulse



Pulse



Pulse



102.4



101.6



102.3



101.7



101.3



100.5



100.5



101.3



100.3



99.9



102.6



101.3



0.42



0.64



0.70



0.58



ISTD Recovery%



100.1



99.4



99.8



99.0



99.5



0.88



0.20



0.25



0.19



0.22



0.60



0.93



2.29



1.65



0.28



0.68



0.42



255,827.46



2,801,237.04



4,854,578.56



RSD(%)



0.93



0.93



0.91



1.30



0.69



2.34



1,110,645.69



3,875,744.01



391,730.36



2,696,230.80



244,397.06



168,897.13



594,430.41



3,780,185.36



168,119.93



108,044.25



163,246.95



2,861,237.18



CPS



1,520,281.29



2,946,236.93



601,161.32



830,378.50



4,194,672.23



4,143,309.78



6,394,035.74
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1
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1
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3
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7.174E-04



3.674E-05



6.543E-03



1.784E-04



3.302E-05



Ratio



1,100.05



30.00



36.64



796.70



9.40



CPS



-234.00



-178.20



-2.03



46.00



274.04



RSD(%)



ug/l



ug/l



ug/l



ug/l
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Units
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-0.818



0.014
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0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



4.340E+00



1.165E+00



3.357E+00



4.622E-01



2.537E-01



1.129E-01



8.405E-01



6.185E-02



2.079E+00



2.685E+00



1.415E+00



2.200E+02



2.086E-01



9.526E-01



4.171E+01



1.957E+01



6.732E+00



1.512E+01



3.153E-01



1.932E-01



1.532E-01



6.279E-02



6.841E-01



2.371E-01



Ratio



2.254E-01



3.170E-01



1.686E+00



6.342E-01



1.232E-01



570,319.13



78,520.20



43,097.55



123,864.32



353,179.61



456,165.18



240,331.34



37,377,345.18



737,318.83



197,874.28



7,085,434.44



3,324,377.44



1,143,595.75



2,569,064.83



142,784.28



10,505.66



977,399.08



400,598.33



2,572,068.71



891,465.69



784,184.68



3,581,306.95



CPS



338,063.16



475,435.95



5,030,004.92



2,633,801.68



511,615.23



1,302,625.81



798,157.15



0.88



0.93



0.33



1.25



0.64



0.73



0.50



1.87



0.56



0.77



0.38



1.29



0.44



0.16



1.24



0.59



0.86



0.69



0.80



0.67



0.77



1.68



0.24



0.46



RSD(%)



0.99



1.02



0.76



0.76



0.47



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.328



49.921



49.903



50.514



50.758



51.238



5234.105



50.512



50.572



50.647



51.068



5034.092



51.985



52.242



5048.587



4954.671



5065.234



4980.091



51.174



51.456



52.041



51.481



52.673



51.628
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53.157



105.642



5115.478



52.858



52.402
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Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:30



Sample Name CCVA



Sample Type CCV



File Name 017_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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98.2



Det
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Pulse



Pulse



Pulse



101.6



100.1



101.0



101.8



102.1



99.3



100.2



101.0



100.9



99.3



103.7



100.9



0.37



0.28



0.46



0.45



ISTD Recovery%



98.7



100.6



100.5



100.2



98.5



0.40



0.34



0.52



0.11



0.16



0.15



1.60



1.56



1.64



0.81



0.76



0.17



256,700.17



2,723,416.14



4,803,580.78



RSD(%)



1.27



1.84



1.56



1.26



1.14



1.15



1,097,274.70



3,880,279.98



395,141.72



2,664,524.69



245,111.39



168,305.56



598,102.01



3,759,551.09



169,881.47



107,605.77



162,033.54



2,818,746.07



CPS



1,499,751.92



2,982,993.39



605,602.96



840,181.86



4,152,684.94



4,131,900.62



6,379,850.12
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9.323E-04



1.581E-03



2.654E-05



1.587E-03



4.946E-03



8.999E-04



7.805E-02



1.839E-04



7.579E-04



7.624E-02



3.539E-03



2.531E-03



8.895E-02



2.957E-05



8.923E-04



4.781E-04



2.945E-05



2.143E-04



1.874E-04



Ratio



1.058E-04



1.209E-02



1.166E-02



2.736E-04



3.057E-04



263.34



818.92



148.89



12,934.08



154.41



12,629.27



586.68



420.01



14,734.39



262.23



4.45



2,967.08



183.34



796.73



696.71



683.38



2,816.89



CPS



156.00



17,834.11



33,808.49



1,133.42



1,266.78



120.01



3,617.25



10.72



-117.42



-3893.68



98.17



222.42



181.92



-2.46



6.67



2.58



-1747.21



-59.42



-19.83



85.47



99.65



23.83



9.93



26.83



6.67



11.75



RSD(%)



17.29



2.19



128.46



34.24
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ug/l
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ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



-0.759



0.000



0.006



0.004



0.002



-0.300



0.023



0.016



-0.013



-0.176



-1.032



0.875



0.002



0.083



0.104



0.013



0.013



0.014
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0.013



1.567



0.672



0.007
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:35



Sample Name CCB



Sample Type CCB



File Name 018_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Time(sec)
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0.10



0.10
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0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



100.2



99.8



100.7



99.1



98.7



Det



Pulse



Pulse



Pulse



Pulse



101.8



100.6



100.2



100.2



99.2



99.6



98.3



98.4



98.5



98.2



101.2



100.5



0.84



0.27



0.47



0.31



ISTD Recovery%



97.1



97.8



98.1



97.7



98.3



1.49



1.32



1.65



1.41



1.68



0.21



2.35



1.91



0.36



1.98



0.55



0.51



256,554.41



2,798,532.60



4,832,100.09



RSD(%)



0.65



1.36



1.09



0.95



0.94



1.71



1,088,492.81



3,819,189.15



383,753.61



2,671,953.16



241,330.51



167,765.92



583,916.05



3,716,705.46



165,704.64



107,170.10



162,199.29



2,831,910.30



CPS



1,475,194.21



2,900,960.58



590,868.10



819,668.81



4,143,527.44



4,055,192.92



6,211,129.07
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Rep
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0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse
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Det



1.288E-03



9.017E-05



6.845E-03



1.589E-04



4.780E-05



Ratio



1,134.50



26.33



52.09



1,402.31



23.13



CPS



20.59



5.68



-1.19



73.24



36.62



RSD(%)



ug/l



ug/l



ug/l



ug/l
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Units
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Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.279E-02



2.513E-02



2.392E-01



6.641E-02



2.616E-03



1.098E-03



4.792E-02



1.250E-03



4.114E-02



5.563E-02



2.857E-02



1.179E+00



2.120E-03



9.491E-03



2.115E+00



9.912E-01



4.017E-02



8.436E-01



3.093E-03



1.905E-02



5.863E-03



1.239E-03



6.515E-03



2.303E-03



Ratio



2.169E-03



7.997E-02



9.743E-02



5.987E-02



2.438E-03



39,802.62



11,050.51



435.34



1,212.55



6,843.74



9,254.92



4,754.08



196,099.12



7,118.86



4,181.70



351,907.28



164,904.52



6,683.63



140,360.54



7,973.13



207.78



37,195.22



7,865.72



24,845.30



8,776.29



8,089.24



36,178.99



CPS



3,279.04



120,892.04



290,798.84



252,950.45



10,297.06



12,799.08



78,855.18



5.50



2.20



2.84



1.86



0.28



7.10



1.56



27.34



3.37



1.04



5.13



0.18



5.41



1.39



0.42



1.67



1.47



0.93



3.55



1.04



1.86



2.39



3.26



4.40



RSD(%)



2.88



2.20



1.12



0.78



4.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.490



0.999



1.675



5.926



0.502



0.487



288.395



0.999



0.969



0.962



1.002



24.890



0.506



0.495



247.214



249.929



27.304



250.816



0.499



4.935



1.935



1.005



0.498



0.475



Conc



0.500



24.734



262.634



4.975



1.013



2
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2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn
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Ba
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Be



B



Ca
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:40



Sample Name CRI



Sample Type LLCCV



File Name 019LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



99.7



99.5



99.5



99.9



Det



Pulse



Pulse



Pulse



Pulse



101.7



101.4



101.7



101.4



100.6



100.5



100.3



100.5



100.7



100.7



101.6



102.4



1.09



1.14



0.55



1.05



ISTD Recovery%



99.5



100.7



100.6



100.5



100.2



0.66



0.07



0.49



1.24



0.08



0.96



1.69



1.88



2.40



0.63



0.51



0.73



253,404.37



2,811,771.97



4,888,905.22



RSD(%)



1.48



0.76



1.32



1.31



0.84



0.85



1,104,731.52



3,866,273.74



389,358.89



2,695,231.84



240,492.75



167,636.23



596,885.47



3,812,364.22



166,383.53



109,176.74



162,135.49



2,854,656.41



CPS



1,511,879.13



2,984,854.54



605,852.84



842,953.68



4,224,848.79



4,138,456.46



6,344,843.24
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2



2



1



1



1
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Tune
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3
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3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse
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Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.175E-02



2.463E-02



2.307E-01



4.954E-02



2.692E-03



1.066E-03



4.412E-02



1.133E-03



4.045E-02



5.589E-02



2.724E-02



1.128E+00



1.998E-03



9.296E-03



2.074E+00



9.785E-01



3.731E-02



8.255E-01



3.062E-03



1.924E-02



5.552E-03



1.207E-03



6.448E-03



2.330E-03



Ratio



2.104E-03



8.067E-02



9.335E-02



5.939E-02



2.251E-03



38,907.22



8,354.46



454.01



1,174.78



6,821.50



9,425.01



4,594.04



190,158.90



7,041.08



4,153.92



349,727.20



165,015.09



6,292.36



139,215.00



7,438.44



191.12



35,284.45



7,668.93



24,497.84



8,849.71



7,585.64



35,304.78



CPS



3,205.69



122,908.78



277,725.72



250,898.15



9,513.27



12,698.95



79,799.61



0.95



2.76



2.29



2.37



2.01



8.96



5.75



13.57



0.96



2.67



1.35



1.52



1.20



1.03



1.11



0.93



8.20



0.41



4.37



0.48



1.68



4.52



4.21



1.04



RSD(%)



6.30



0.64



1.51



0.68



5.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.477



0.977



1.543



4.026



0.517



0.473



264.662



0.904



0.952



0.967



0.954



23.722



0.476



0.485



242.209



246.719



25.153



244.802



0.494



4.985



1.829



0.978



0.493



0.481



Conc



0.485



24.972



250.161



4.935



0.933
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2



2
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2
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2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 14:49



Sample Name sampleconf



Sample Type Sample



File Name 020LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.4



100.5



101.3



100.1



100.1



Det



Pulse



Pulse



Pulse



Pulse



102.2



101.2



101.4



101.2



101.0



100.5



100.6



100.7



100.7



100.3



103.0



101.7



0.81



0.94



0.58



0.16



ISTD Recovery%



100.3



100.4



100.0



100.9



100.2



0.76



0.21



0.17



0.49



0.11



0.07



0.30



1.55



1.94



0.78



0.57



0.70



258,021.30



2,828,074.40



4,900,200.22



RSD(%)



0.40



1.58



1.19



2.08



1.67



1.34



1,101,603.99



3,858,282.48



390,622.62



2,696,947.53



244,388.85



168,929.82



596,645.49



3,797,255.46



168,651.64



108,481.36



162,912.79



2,850,064.12



CPS



1,523,650.79



2,975,606.52



602,340.13



845,838.71



4,224,514.73



4,147,856.34



6,355,439.08
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3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.309E+00



1.300E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.770E-02



1.687E-02



6.598E-02



1.150E-02



2.524E-04



-7.277E-04



1.650E+01



2.325E+00



2.098E-03



1.900E-02



1.303E-02



4.004E+03



5.968E-04



2.696E-03



7.778E+02



3.682E+02



1.312E+02



2.979E+02



1.796E-04



7.369E+00



6.393E-04



2.366E-04



7.412E-05



6.972E-04



Ratio



3.505E-05



9.458E-03



3.187E+01



2.459E+01



5.136E+00



10,898.19



1,899.02



41.67



-729.05



9,326,828.24



30.93



346.68



3,138.12



2,152.40



661,424,578.16



2,922.66



2,786.95



128,477,946.00



60,820,984.25



21,663,629.14



49,203,088.04



2,724,918.57



384,019.12



3,953.99



1,463.47



250.01



2,356.95



2,013.56



9,104.88



0.91



18.01



CPS



50.67



13,683.56



90,922,348.65



91,679,501.97



19,147,351.80



676.71



27,708,857.09



2.08



1.29



-0.51



-12.69



39.03



-5.15



0.30



0.64



12.29



4.26



9.82



1.65



16.77



4.54



1.04



1.14



1.13



1.22



20.95



0.94



13.42



6.48



22.31



11.05



RSD(%)



-131.67



4.93



1.25



0.66



1.73



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1920.041



0.098



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.198



0.644



-1.004



-0.260



0.029



-0.342



102929.539



1899.614



0.018



0.270



0.441



91652.083



0.126



0.122



94310.823



93244.422



98735.006



98630.230



0.026



1968.717



0.159



0.183



0.003



0.125



Conc



-0.003



0.669



97306.996



2049.885



2185.641
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:00



Sample Name ICSA



Sample Type ICSA



File Name 021ICSA.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



Time(sec)
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Det



Pulse



ISTD Recovery%



95.2



RSD(%)



0.81



CPS



1,446,810.83
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.9



97.8



93.3



86.6



93.4



Pulse



Pulse



Pulse



96.6



89.6



92.2



96.9



96.5



87.9



91.2



98.0



97.0



89.2



100.8



98.9



0.63



1.03



0.51



0.84



96.2



98.1



93.7



88.4



0.57



0.53



0.78



0.24



0.71



0.28



0.82



1.42



1.92



0.66



0.99



0.15



237,826.40



2,445,068.93



4,568,605.93



0.89



2.01



2.13



2.10



1.95



1,001,878.69



3,691,275.96



373,467.07



2,358,681.92



240,769.47



164,385.06



575,075.34



3,377,408.08



165,179.65



105,415.26



154,035.28



2,522,601.57



2,852,869.02



591,056.10



785,791.08



3,728,735.46



3,760,434.63



6,186,005.33



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.035E+01



1.910E-02



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.568E+00



4.345E-01



1.182E+00



1.691E-01



9.882E-02



4.142E-02



1.694E+01



2.387E+00



8.448E-01



9.907E-01



5.233E-01



4.112E+03



6.910E-04



2.999E-03



7.971E+02



3.804E+02



1.334E+02



3.005E+02



1.147E-01



7.892E+00



6.899E-04



2.870E-04



8.036E-05



7.383E-04



Ratio



2.686E-05



1.612E-01



3.238E+01



2.634E+01



5.240E+00



191,076.71



27,331.92



15,975.48



40,568.99



10,135,500.43



4,576.37



136,568.49



160,156.07



84,605.05



664,702,551.36



253,562.07



70,242.20



128,868,550.43



61,503,382.00



21,572,681.92



48,585,624.73



2,739,065.66



385,858.03



4,247.45



1,766.83



273.35



2,510.34



2,350.29



10,198.48



0.79



0.55



CPS



38.67



232,540.34



93,063,165.28



98,721,281.86



19,642,511.37



435,375.06



29,962,771.22



0.47



0.22



0.71



2.89



2.67



1.55



0.81



0.83



1.30



1.16



0.39



0.64



9.87



2.48



0.81



0.43



1.12



0.95



0.52



0.82



9.23



4.03



40.92



6.24



RSD(%)



-112.23



1.11



0.24



0.60



0.27



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2134.061



21.355



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



18.182



18.571



16.257



17.491



19.758



18.792



105714.031



1950.179



20.530



18.629



18.872



94106.455



0.150



0.139



96652.028



96341.429



100459.105



99506.761



18.612



2108.306



0.176



0.224



0.003



0.134



Conc



-0.005



52.467



98871.798



2195.800



2230.045



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:05



Sample Name ICSAB



Sample Type ICSB



File Name 022ICSB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.9



RSD(%)



0.76



CPS



1,442,375.68



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.9



98.4



94.1



87.6



94.1



Pulse



Pulse



Pulse



95.1



89.5



90.2



96.2



96.1



87.8



92.1



97.5



97.9



89.8



98.7



97.3



0.90



0.38



0.61



0.46



96.9



98.8



94.3



88.9



0.23



0.25



0.48



0.57



0.90



0.34



1.17



1.56



0.80



0.23



1.46



0.72



239,657.38



2,473,842.89



4,603,611.90



1.36



1.90



1.51



1.80



1.14



979,556.87



3,666,499.58



371,875.71



2,356,036.44



240,807.19



165,338.13



580,214.77



3,400,807.34



161,664.60



103,737.79



151,552.41



2,520,836.57



2,873,743.60



595,217.15



790,584.75



3,748,349.53



3,796,741.84



6,154,657.20
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.710E-04



2.033E-03



4.270E-02



5.222E-03



1.619E-04



2.622E-05



3.142E-03



6.862E-04



1.611E-03



4.979E-03



9.244E-04



6.790E-01



9.736E-05



4.495E-04



1.953E-01



4.609E-02



1.777E-02



1.114E-01



1.799E-04



2.507E-03



1.312E-04



1.566E-05



3.344E-05



1.217E-04



Ratio



5.194E-05



6.954E-03



1.501E-02



3.713E-03



2.731E-03



6,768.15



827.81



25.67



27.75



255.56



788.92



146.67



107,640.67



106.38



322.23



30,967.24



7,306.10



2,816.94



17,651.71



497.79



108.89



833.40



100.00



126.67



463.37



370.03



1,710.13



CPS



77.33



10,345.64



43,621.53



15,404.71



11,334.47



736.71



10,263.79



16.47



37.46



-0.35



-3.39



80.54



1048.18



17.71



20.29



144.67



114.35



183.89



6.67



139.45



-62.75



7.42



6.59



8.64



17.63



17.40



10.18



-111.93



385.04



-165.87



-550.48



RSD(%)



222.96



-24.40



7.77



5.65



4.99



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.007



-1.364



-0.967



0.010



0.001



8.978



0.539



0.006



0.005



0.003



13.455



0.002



-0.001



14.431



10.600



10.437



8.295



0.026



0.515



-0.014



0.002



-0.001



0.000



Conc



0.001



-0.185



10.903



0.294



1.137



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1
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1
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Pb
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K
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Ba



Tl



Pb



Element



Be



B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:10



Sample Name rinseconf



Sample Type Sample



File Name 023SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.5



100.6



100.0



100.3



100.1



Det



Pulse



Pulse



Pulse



Pulse



97.3



98.8



97.4



98.6



97.8



98.5



99.3



101.0



100.8



100.5



96.8



95.4



0.88



0.25



0.11



0.66



ISTD Recovery%



97.9



98.0



98.6



99.0



98.4



0.29



0.13



0.40



0.60



0.96



1.09



1.62



0.26



1.82



0.87



0.71



0.34



254,740.66



2,834,625.24



4,896,464.67



RSD(%)



1.04



1.13



1.65



1.09



0.79



1.48



1,058,398.33



3,756,001.24



378,325.19



2,642,539.20



239,839.42



169,045.80



597,522.34



3,805,343.28



158,507.78



101,772.41



155,108.59



2,782,335.03



CPS



1,487,803.08



2,907,269.64



594,166.74



830,325.22



4,149,847.44



4,097,640.03



6,375,608.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh
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2
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3
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1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



35.00Pulse2.826E-057.20-51.52ug/l-0.0163Se



Page 3 of 3 Printed at: 11:17 AM on:11/4/2019



Raw Data MA47741    page 66 of 289



Inst QC: MA47741



168 of 555



JC97617



7
7.1











Quantitation Report



3



3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



4.454E+00



1.199E+00



3.402E+00



4.826E-01



2.580E-01



1.145E-01



8.483E-01



6.214E-02



2.117E+00



2.737E+00



1.443E+00



2.259E+02



2.110E-01



9.568E-01



4.223E+01



1.960E+01



6.644E+00



1.516E+01



3.133E-01



1.940E-01



1.550E-01



6.301E-02



6.827E-01



2.361E-01



Ratio



2.147E-01



3.046E-01



1.692E+00



6.404E-01



1.237E-01



536,757.81



76,151.40



40,706.44



119,002.05



334,144.49



431,874.42



227,685.37



35,641,224.14



702,877.91



189,143.96



6,663,858.34



3,093,140.78



1,048,444.47



2,392,137.19



133,860.73



9,805.22



978,834.70



398,036.53



2,543,542.88



879,592.54



785,920.14



3,564,602.34



CPS



316,142.54



448,483.11



4,911,314.72



2,603,752.20



502,932.06



1,283,866.39



794,811.94



0.69



0.53



0.89



1.38



0.11



0.45



0.21



3.52



0.06



0.72



0.27



0.62



0.55



0.66



2.12



0.70



0.84



0.64



0.20



0.92



1.78



1.71



1.23



0.99



RSD(%)



0.45



0.38



1.98



0.36



0.89



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.647



51.371



50.588



52.809



51.611



51.966



5282.551



50.751



51.508



51.621



52.082



5167.345



52.578



52.473



5111.650



4962.833



4999.114



4991.952



50.859



51.668



52.635



51.659



52.565



51.404



Conc



50.631



101.392



5133.844



53.375



52.614



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:15



Sample Name CCVA



Sample Type CCV



File Name 024_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.8



98.5



98.7



97.2



99.7



Det



Pulse



Pulse



Pulse



Pulse



97.9



96.5



95.7



99.7



98.7



96.5



99.4



100.0



100.9



98.4



96.3



96.8



0.59



0.71



1.04



1.51



ISTD Recovery%



96.9



97.9



98.2



98.7



96.4



0.70



0.16



0.46



1.12



0.51



0.20



0.76



1.30



1.61



0.58



0.72



0.63



251,479.46



2,745,318.22



4,877,055.78



RSD(%)



1.22



0.61



0.87



1.14



0.86



1.06



1,039,425.85



3,798,914.85



381,858.29



2,589,511.08



240,533.66



165,530.70



598,134.23



3,725,479.11



157,804.02



103,257.97



156,027.94



2,716,908.71



CPS



1,472,444.68



2,901,882.04



591,814.65



827,690.77



4,065,742.44



4,097,724.01



6,317,055.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.502E-01



1.786E-01



260,056.15



44,901.74



1.23



1.30



ug/l



ug/l



51.447



200.083



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.267E-04



1.390E-03



1.263E-04



1.657E-03



4.627E-03



1.046E-03



1.024E-01



2.729E-04



1.166E-03



1.009E-01



5.286E-03



2.837E-03



8.459E-02



2.137E-04



1.447E-03



6.567E-04



5.122E-05



4.026E-04



2.945E-04



Ratio



1.632E-04



1.263E-02



1.400E-02



6.124E-04



6.712E-04



262.23



732.25



165.56



16,209.20



146.63



15,976.60



836.70



448.90



13,387.71



220.01



20.00



3,187.11



253.35



1,170.12



850.07



800.06



3,403.65



CPS



182.67



14,486.51



31,975.24



1,990.24



2,203.59



706.72



4,780.95



75.97



-69.06



36.70



70.07



-208.35



61.12



39.55



54.82



63.48



2.11



53.54



-19.79



-72.49



49.27



35.67



35.76



94.64



82.71



91.48



RSD(%)



56.32



43.94



96.71



73.96



22.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



-1.953



0.081



0.008



-0.002



0.008



0.257



0.046



0.038



2.983



0.267



-0.802



-0.568



0.032



0.232



0.164



0.031



0.028



0.037



Conc



0.027



1.753



7.816



0.035



0.261



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:20



Sample Name CCB



Sample Type CCB



File Name 025_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse2.204E-03



4.533E-027,174.97



348.9049.49



-2.37ug/l



ug/l0.014



-1.3242



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Pulse



Pulse



99.2



100.3



100.0



100.4



100.6



Det



Pulse



Pulse



Pulse



Pulse



98.3



99.3



97.3



98.7



99.1



99.1



81.9



79.8



81.0



79.7



96.6



97.2



0.21



0.64



1.05



0.58



ISTD Recovery%



77.3



78.8



78.7



77.7



79.7



0.21



0.57



0.69



0.62



0.09



0.85



21.78



18.35



18.41



0.30



0.35



0.36



254,723.32



2,836,141.07



4,923,913.83



RSD(%)



19.99



19.35



19.64



19.02



18.09



17.42



1,056,307.43



3,761,012.63



383,357.61



2,657,235.87



239,121.27



168,590.99



480,114.58



3,016,587.77



158,267.20



103,638.37



156,644.81



2,794,812.94



CPS



1,174,340.28



2,337,672.47



473,900.79



651,136.01



3,358,193.60



3,375,913.50



5,041,009.51



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.557E-03



7.825E-05



6.951E-03



1.873E-04



4.190E-05



Ratio



1,100.05



29.67



44.23



1,644.56



19.93



CPS



2.86



18.34



-2.26



78.57



58.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.163



0.040



-0.772



0.016



0.008



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.278E-03



3.834E-03



7.382E-02



4.885E-02



1.042E-03



1.740E-05



3.844E-02



6.633E-04



2.708E-03



1.473E-02



4.096E-03



3.286E-01



1.712E-04



8.448E-04



2.695E-01



2.976E-02



1.638E-02



1.023E-01



1.047E-04



1.057E-02



6.762E-04



1.476E-04



1.029E-04



2.161E-04



Ratio



4.826E-05



8.894E-03



8.586E-02



2.933E-03



4.866E-04



11,873.32



7,856.42



167.67



18.70



435.57



2,369.09



658.91



52,842.15



205.42



616.69



43,347.66



4,786.29



2,634.69



16,459.35



6,182.33



106.67



4,370.82



953.40



403.36



846.73



670.06



3,310.31



CPS



73.33



13,507.88



255,733.36



12,632.11



2,096.91



443.36



44,735.63



40.15



8.48



-2.98



4.26



12.11



-100.89



3.65



23.63



33.91



3.00



6.58



1.27



18.66



16.38



1.15



2.93



11.55



7.66



6.83



2.93



11.99



8.05



16.81



35.31



RSD(%)



-1218.82



33.88



1.18



5.78



12.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.041



0.421



-4.414



19.739



0.933



-0.017



1146.050



2.599



0.166



0.945



0.590



27.167



0.101



0.104



117.121



32.322



46.980



26.548



0.070



13.343



0.856



0.550



0.024



0.102



Conc



-0.001



2.383



1136.522



1.143



0.911



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:25



Sample Name mp18010a-mb1conf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30Pulse1.345E-0214,435.653.08ug/l13.0772Sn
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.1



100.9



100.7



101.3



101.0



Det



Pulse



Pulse



Pulse



Pulse



99.3



100.6



98.8



100.6



100.1



100.6



102.6



102.3



102.9



103.5



98.2



98.7



1.24



1.14



1.21



0.86



ISTD Recovery%



100.0



100.4



101.4



100.8



102.1



0.50



0.25



0.54



0.61



0.42



0.10



0.75



2.07



1.45



0.39



1.41



1.04



256,469.63



2,862,401.97



4,943,099.94



RSD(%)



0.56



0.24



1.36



1.12



1.05



1.44



1,073,500.00



3,833,796.79



387,196.73



2,699,860.93



243,630.57



169,617.24



609,820.08



3,917,900.36



160,837.28



105,294.23



158,350.25



2,831,234.96



CPS



1,519,011.51



2,978,389.44



610,745.82



844,969.18



4,306,335.87



4,233,398.90



6,460,921.15



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse7.596E-0519.4722.36ug/l0.1903Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.019E-01



9.038E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.297E+00



9.059E-01



2.552E+00



3.861E-01



1.943E-01



8.509E-02



3.463E-01



4.740E-02



1.583E+00



2.049E+00



1.066E+00



8.891E+01



1.592E-01



7.275E-01



1.595E+01



7.557E+00



2.578E+00



5.983E+00



1.148E-01



1.579E-01



1.172E-01



4.617E-02



5.038E-01



1.809E-01



Ratio



1.640E-01



1.205E-01



6.678E-01



4.724E-01



9.220E-02



419,540.30



63,482.16



31,951.78



91,983.44



218,238.54



23,241.57



260,233.84



336,850.63



175,329.68



14,616,483.31



541,972.12



148,967.33



2,622,538.85



1,242,489.88



423,835.20



983,545.00



56,926.91



7,791.93



764,618.58



301,213.89



1,927,223.72



692,054.86



608,809.91



2,782,680.89



0.52



0.47



CPS



243,131.71



178,614.39



2,006,853.77



1,996,924.50



389,678.42



482,932.95



664,044.91



1.82



1.17



1.55



0.58



1.26



0.98



2.52



3.29



1.31



2.93



2.30



2.39



0.53



0.21



1.33



0.90



1.75



2.23



1.05



0.69



1.61



2.11



0.17



0.92



RSD(%)



0.66



0.65



0.84



0.96



0.52



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



207.416



506.245



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



191.115



194.035



187.232



209.689



194.390



193.102



10750.652



193.541



192.474



193.148



192.450



10164.421



198.320



199.451



9625.021



9563.175



9689.762



9764.574



93.168



210.103



198.957



189.226



193.947



196.896



Conc



193.337



192.785



10022.532



196.859



196.045



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:30



Sample Name mp18010a-b2conf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



97.6



RSD(%)



0.65



CPS



1,482,628.55



Mass



ISTD Table



Tune



1



Element



Li
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Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



103.1



100.7



100.9



99.7



100.9



Pulse



Pulse



Pulse



100.3



100.3



99.5



101.1



100.7



99.6



102.0



103.3



103.4



101.0



100.4



99.0



0.52



0.22



0.21



0.47



101.4



100.8



101.2



100.3



0.08



0.48



0.42



0.64



0.84



1.07



0.33



1.10



1.51



1.69



1.16



1.13



257,157.97



2,817,230.30



4,936,500.36



0.69



1.31



1.50



1.24



1.38



1,081,014.38



3,851,368.60



389,648.93



2,672,017.39



248,380.42



169,286.65



612,785.95



3,825,261.92



164,432.29



105,568.12



159,878.64



2,823,788.36



3,005,451.52



607,509.03



848,847.51



4,226,786.18



4,206,739.32



6,524,745.32



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



4.299E-01



1.307E-01



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



6.860E+00



2.109E+00



8.058E+00



1.787E+00



4.260E-01



1.755E-01



8.256E-01



4.510E-01



4.413E+00



5.044E+00



6.025E+00



6.680E+02



8.928E-01



4.221E+00



1.747E+01



1.526E+01



1.816E+01



8.138E+00



2.281E-01



3.321E-01



2.314E-01



1.966E-01



1.023E+00



1.037E+00



Ratio



3.375E-01



2.421E-01



1.595E+00



1.165E+00



1.897E-01



1,361,209.74



301,939.68



71,962.28



185,578.32



454,547.15



33,080.14



745,526.46



852,098.82



1,017,837.08



112,846,671.07



1,158,821.18



356,231.79



2,950,625.23



2,578,430.11



3,067,928.70



1,374,788.66



139,463.90



76,183.42



1,481,940.08



1,259,330.32



3,922,902.44



3,976,435.36



3,423,455.15



16,185,173.92



0.23



0.74



CPS



504,222.90



361,739.77



4,916,047.63



4,860,177.74



791,666.55



952,247.77



1,386,353.15



0.39



0.87



0.65



0.97



0.98



0.22



0.94



0.49



0.38



0.91



1.27



0.59



0.72



0.31



0.29



0.21



0.72



0.55



0.50



0.76



0.47



0.81



1.03



0.57



RSD(%)



0.32



0.39



0.46



0.42



0.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



442.568



732.458



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



397.722



452.197



613.052



998.958



426.225



398.360



25704.803



1842.293



536.936



476.080



1087.960



76437.222



1112.936



1157.866



10543.503



19320.743



68347.249



13333.573



185.145



442.860



393.118



806.105



393.820



1129.286



Conc



397.981



400.400



24178.652



485.504



403.590



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:35



Sample Name mp18010a-ps1 4



Sample Type Sample



File Name 028SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



98.3



RSD(%)



0.28



CPS



1,493,943.22



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



104.8



100.7



99.3



97.4



100.0



Pulse



Pulse



Pulse



99.3



97.4



97.4



100.7



105.4



99.1



101.2



101.4



107.8



101.3



103.1



98.6



0.88



0.75



0.91



0.24



104.0



101.1



99.9



99.0



0.23



0.22



0.32



0.38



0.50



0.55



0.48



1.68



0.63



0.38



0.86



0.28



253,021.33



2,750,333.02



4,895,929.53



0.33



0.42



0.37



0.93



0.97



1,057,344.43



3,838,860.82



407,656.77



2,659,181.91



252,540.42



169,187.23



638,831.24



3,834,568.07



168,932.29



105,166.85



158,287.08



2,743,656.00



3,082,563.50



609,215.04



838,025.46



4,172,311.29



4,174,379.01



6,404,610.11



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh
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Tb



Ge



Rh
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Tb



Ho



Bi



2



3
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2



2
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1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:19 AM on:11/4/2019



Raw Data MA47741    page 80 of 289



Inst QC: MA47741



182 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.462E-03



3.822E-03



7.496E-02



5.513E-02



6.612E-04



2.829E-05



4.552E-03



6.374E-03



4.093E-03



1.573E-02



2.279E-03



7.152E-01



4.372E-04



2.081E-03



2.175E-01



1.794E-02



6.144E-03



1.090E-01



1.000E-04



6.987E-03



1.495E-03



1.057E-04



4.344E-04



5.253E-04



Ratio



1.144E-04



1.178E-02



1.508E-02



1.849E-03



6.138E-04



11,591.98



8,521.20



101.33



28.59



631.14



2,432.44



351.12



110,357.29



226.38



587.80



33,615.71



2,781.38



946.71



16,843.06



702.25



990.04



9,663.45



683.38



1,673.51



2,026.90



1,686.83



8,031.23



CPS



173.33



17,838.63



45,673.94



7,909.75



2,637.03



423.36



29,572.96



10.48



36.23



-10.97



12.08



27.12



531.75



23.99



1.57



28.84



12.69



22.23



13.30



4.06



2.71



14.07



5.75



39.53



48.05



19.64



2.41



4.69



14.88



19.71



13.26



RSD(%)



25.67



5.81



5.05



65.28



2.33



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.051



0.419



-4.327



23.279



0.552



0.007



88.882



25.930



0.335



1.040



0.261



71.414



0.432



0.443



85.594



17.358



8.442



37.660



0.066



8.557



2.248



0.378



0.151



0.438



Conc



0.077



7.309



55.593



0.691



1.182



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co
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Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:40



Sample Name mp18012a-mb1conf



Sample Type Sample



File Name 029SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30Pulse9.650E-039,968.919.26ug/l9.1612Sn
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RSD(%) CPS Ratio Det Time(sec) RepElement Mass ISTD Tune Conc Units



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



103.8



102.8



103.2



102.6



101.3



Det



Pulse



Pulse



Pulse



Pulse



96.9



97.2



95.6



96.4



95.3



96.3



102.6



102.4



102.2



101.9



94.9



96.5



0.59



0.77



0.32



0.54



ISTD Recovery%



99.7



102.2



102.4



101.7



101.9



9.22



9.48



9.79



9.45



8.46



0.47



0.49



1.47



1.49



9.72



8.50



8.01



262,890.16



2,898,166.41



4,956,459.94



RSD(%)



1.12



0.75



1.33



1.09



1.53



1.83



1,038,227.70



3,672,902.14



368,576.25



2,582,962.40



250,169.55



172,740.91



605,614.30



3,859,020.46



155,460.51



102,856.96



154,492.64



2,737,891.00



CPS



1,514,316.30



3,029,405.99



616,942.23



852,921.99



4,296,852.02



4,233,718.99



6,463,709.28



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



35.00Pulse1.167E-0430.6714.47ug/l0.4183Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.999E-01



9.037E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.282E+00



8.919E-01



2.554E+00



3.825E-01



1.930E-01



8.458E-02



3.413E-01



4.731E-02



1.574E+00



2.040E+00



1.068E+00



8.825E+01



1.606E-01



7.308E-01



1.594E+01



7.550E+00



2.566E+00



5.937E+00



1.150E-01



1.548E-01



1.170E-01



4.627E-02



5.060E-01



1.809E-01



Ratio



1.640E-01



1.194E-01



6.636E-01



4.675E-01



9.129E-02



428,252.47



64,143.71



32,361.24



92,033.03



217,514.60



23,521.23



264,020.19



342,018.15



179,048.38



14,798,669.41



550,388.96



149,572.11



2,673,120.03



1,266,170.54



430,332.87



995,690.55



57,226.71



7,934.21



764,710.79



302,327.25



1,934,546.27



691,575.09



613,861.61



2,793,974.91



0.23



0.49



CPS



246,785.74



179,789.78



2,011,720.70



2,001,562.83



390,796.67



486,192.92



654,584.95



0.60



0.49



0.34



0.47



0.82



0.76



0.76



0.56



0.65



0.48



0.41



0.30



0.32



0.42



0.62



0.24



0.90



0.62



0.46



0.86



2.67



1.63



0.83



0.55



RSD(%)



0.74



1.08



0.12



0.94



0.34



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l
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506.220
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



190.273



191.030



187.376



207.663



193.022



191.936



10593.925



193.179



191.445



192.228



192.665



10088.541



200.066



200.366



9618.217



9554.858



9644.877



9689.257



93.310



206.013



198.701



189.645



194.791



196.879
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193.308



191.038



9958.982



194.810



194.118



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
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2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:45



Sample Name mp18012a-b2conf



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



Time(sec)
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ISTD Recovery%
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RSD(%)



0.57



CPS



1,505,146.11
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3
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0.30
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3



3



3
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0.30
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0.30
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0.10



0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



104.4



102.5



102.1



100.8



101.6



Pulse



Pulse



Pulse



101.3



100.9



100.2



102.3



101.5



99.9



102.5



103.5



103.3



101.0



102.4



100.7



0.50



0.26



1.03



0.35



102.2



102.8



102.7



101.5



0.64



0.72



0.43



1.29



0.75



0.98



0.74



1.81



1.79



0.17



0.30



0.83



260,265.92



2,848,104.19



4,970,086.47



1.33



2.30



2.11



1.32



2.41



1,088,117.32



3,896,960.82



392,479.92



2,678,681.77



251,660.53



172,261.95



612,078.43



3,823,360.46



167,697.53



107,328.82



161,488.13



2,841,819.33



3,031,500.48



619,155.54



861,233.61



4,280,840.15



4,228,674.02



6,534,510.32
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3



3
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3



3



3



3



3



3



3
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0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



3.898E-01



1.263E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.967E+00



2.125E+00



5.564E+00



1.304E+00



3.783E-01



1.730E-01



5.750E-01



5.267E-01



4.471E+00



5.132E+00



1.425E+01



1.228E+03



6.529E-01



3.083E+00



1.578E+01



2.287E+01



2.595E+01



1.176E+01



2.263E-01



3.038E-01



2.121E-01



2.222E-01



1.040E+00



7.480E-01



Ratio



3.428E-01



2.782E-01



1.085E+00



1.112E+00



1.805E-01



994,363.33



233,047.27



67,613.22



187,034.38



421,518.86



32,950.82



798,977.17



917,160.87



2,546,541.43



219,519,133.50



1,245,124.30



379,703.25



2,821,123.57



4,086,846.09



4,637,857.32



2,102,307.56



102,763.90



94,136.46



1,381,028.63



1,446,968.62



3,918,200.15



2,816,991.10



2,458,641.11



11,607,492.12



1.73



1.13



CPS



513,054.48



416,460.95



3,503,071.93



4,665,897.22



757,052.54



945,389.41



1,268,883.05



0.88



1.34



0.61



1.11



0.86



0.94



1.40



1.18



0.66



1.00



0.69



0.79



0.35



0.95



0.87



1.14



0.92



1.36



0.37



0.37



0.93



1.91



0.82



0.16



RSD(%)



1.00



0.52



0.39



0.59



0.55
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ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



401.247



707.471



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



403.935



455.599



420.159



726.684



378.515



392.647



17887.207



2151.780



543.910



484.366



2573.035



140555.429



813.841



845.558



9524.099



28949.326



97668.843



19336.649



183.685



405.002



360.330



911.004



400.545



814.544



Conc



404.207



461.991



16393.923



463.660



383.921
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/1/2019 15:50



Sample Name mp18012a-ps1 4



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:20 AM on:11/4/2019



Raw Data MA47741    page 87 of 289



Inst QC: MA47741



189 of 555



JC97617



7
7.1











Quantitation Report



Rep
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3



3



3
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3



3



3



3



3
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3



3



3



3



3



3



3
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0.30
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3



3



3
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Pulse
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Pulse



Pulse



Pulse



Pulse
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Pulse
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Pulse



Pulse



Pulse



112.2



104.4



102.4



98.7



101.2



Pulse



Pulse



Pulse



101.9



99.6



99.5



103.0



111.6



99.1



101.3



103.1



112.5



99.5



109.1



102.3



0.36



0.98



0.14



0.15



108.9



102.6



102.1



99.5



0.52



0.95



1.15



0.73



0.43



0.11



0.76



3.47



2.27



0.62



0.39



0.11



260,940.47



2,787,727.67



4,953,806.19



1.38



1.42



2.20



1.18



1.61



1,081,189.36



3,927,007.48



431,841.96



2,657,672.32



270,247.72



175,410.92



667,048.32



3,766,128.69



178,726.60



109,132.31



162,432.08



2,804,931.07



3,228,671.00



618,108.27



856,164.88



4,194,247.33



4,177,233.89



6,511,106.36
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3
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3
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0.30
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0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.686E-04



2.337E-03



6.397E-02



3.147E-02



9.996E-03



2.428E-04



1.660E-03



8.808E-03



2.776E-03



2.545E-01



3.411E-04



1.626E-03



1.561E-01



2.003E-02



1.479E-02



9.220E-02



8.481E-05



1.060E-03



1.278E-03



5.636E-05



3.815E-04



4.144E-04



Ratio



7.969E-05



1.298E-02



2.667E-02



1.003E-03



6.601E-04



10,829.24



5,327.60



281.12



1,491.20



470.01



43,081.85



113.22



395.57



26,431.90



3,390.39



2,503.55



15,609.65



1,692.33



41.11



8,325.90



366.69



1,463.47



1,590.15



1,310.12



6,240.81



CPS



121.33



19,756.32



80,973.67



4,337.45



2,858.27



360.02



4,500.84



98.88



43.28



-3.24



8.73



3.31



22.98



28.33



11.07



7.28



1.43



14.60



10.88



0.65



6.87



12.27



16.27



28.48



7.80



7.25



19.92



19.05



16.43



RSD(%)



28.75



8.79



3.15



9.80



30.96



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.020



-1.035



1.990



51.752



0.176



0.008



0.077



0.070



3.738



0.063



0.064



9.674



4.000



8.197



1.952



0.011



0.128



0.376



0.035



0.026



0.064



Conc



0.007



1.871



46.523



0.068



0.256



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 15:55



Sample Name mp18078-mb1conf



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3
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Time(sec)
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0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



104.8



104.4



103.9



103.2



101.4



Det



Pulse



Pulse



Pulse



Pulse



104.0



103.2



101.8



101.6



100.6



100.6



102.9



103.2



101.3



101.5



103.4



102.6



0.93



0.35



0.48



0.59



ISTD Recovery%



100.2



102.4



103.0



103.2



102.6



0.94



0.77



0.48



0.77



0.70



0.30



1.40



2.03



1.14



0.30



1.05



0.24



264,805.89



2,914,234.19



4,960,795.36



RSD(%)



0.65



1.87



0.68



1.18



0.59



0.54



1,105,870.89



3,873,782.76



389,267.96



2,698,630.24



252,529.49



175,495.43



600,661.23



3,840,935.98



169,304.10



109,439.40



165,821.25



2,904,395.02



CPS



1,521,992.75



3,036,866.83



620,441.59



865,167.67



4,325,316.71



4,243,996.94



6,515,118.03



Tb
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2
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1



1



1



2



ISTD Table



Tune



1



1



1



1



Element
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Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.732E-03



1.206E-04



8.862E-06



Ratio



9.78



1,915.70



31.93



CPS



8.62



11.51



-37.48



RSD(%)



ug/l



ug/l



ug/l



Units



0.199



0.088



-0.007



Conc



2



2



3



TuneISTDMass
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.617E+00



1.785E+00



5.008E+00



7.242E-01



3.921E-01



1.711E-01



3.746E-01



9.485E-02



3.191E+00



4.073E+00



2.148E+00



8.936E+01



3.217E-01



1.470E+00



1.608E+01



7.645E+00



2.618E+00



6.033E+00



4.697E-01



2.957E-01



2.393E-01



9.361E-02



1.018E+00



3.657E-01



Ratio



3.316E-01



2.357E-01



6.684E-01



9.511E-01



1.862E-01



858,023.78



124,077.10



67,182.84



189,761.82



546,780.26



697,864.24



368,035.31



15,310,862.17



1,133,725.11



305,782.59



2,754,785.24



1,309,851.37



448,478.14



1,033,731.52



64,189.70



16,250.27



1,565,678.83



612,564.83



3,912,565.88



1,405,745.19



1,236,846.13



5,651,278.14



CPS



499,470.88



354,986.91



2,056,712.36



4,099,022.85



802,570.22



1,998,202.21



1,258,006.52



1.50



1.54



1.61



1.69



1.01



0.39



0.84



2.11



0.64



1.40



1.15



1.12



0.91



0.57



1.16



1.21



1.67



1.07



0.65



0.72



1.27



0.70



1.00



1.12



RSD(%)



1.06



1.81



0.30



1.09



0.62



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.729



76.532



75.438



80.026



78.464



77.659



2327.082



77.474



77.643



76.871



77.555



2043.225



80.197



80.630



1940.433



1934.972



1967.771



1969.640



76.251



78.847



81.305



76.753



78.358



79.627



Conc



78.193



77.869



2006.453



79.282



79.224



2



2



2



2



2



2



2



2



2



2



2



2



2



2
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2



1



1
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Tune



1
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K
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Sn
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Ba
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Pb
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Be



B



Ca
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 16:00



Sample Name mp18078-b1conf



Sample Type Sample



File Name 033SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.6



104.0



104.0



102.2



102.2



Det



Pulse



Pulse



Pulse



Pulse



103.6



102.9



102.1



103.2



102.2



100.2



103.1



103.6



103.5



101.6



104.6



102.4



0.89



0.45



0.58



0.61



ISTD Recovery%



99.1



103.8



102.9



103.6



102.2



0.46



0.70



0.34



0.92



0.56



0.77



0.67



1.50



1.63



0.92



0.60



0.69



264,919.39



2,887,866.76



5,000,575.77



RSD(%)



0.65



1.08



0.65



1.49



0.57



1.34



1,109,215.83



3,932,606.65



395,434.50



2,688,765.93



254,429.69



174,766.67



613,232.06



3,844,594.74



171,344.53



109,226.74



165,086.44



2,897,941.48



CPS



1,506,456.13



3,077,129.85



619,649.05



869,154.00



4,309,550.04



4,254,050.12



6,543,316.78



Tb
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Ho



Bi



Sc



Ge



Ge



Rh
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Ge



Ge



Rh
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Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



3.810E-01



1.744E-01



422,543.12



46,210.16



1.23



0.31



ug/l



ug/l



78.420



195.456
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3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.227E-01



5.584E-02



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.841E+00



1.588E+00



2.497E+00



6.407E-01



1.379E-01



5.442E-02



2.579E+00



3.541E-02



2.625E+00



1.365E+00



9.550E-01



3.731E+01



1.078E-01



4.912E-01



2.353E+01



4.595E+00



1.170E+00



3.556E+00



1.487E-01



9.652E-02



7.673E-02



3.932E-02



3.279E-01



1.213E-01



Ratio



1.068E-01



1.319E-01



5.257E+00



6.256E-01



9.010E-01



410,520.99



105,344.36



22,676.37



58,620.89



132,217.48



14,544.18



431,571.55



224,446.96



157,018.01



6,134,833.23



631,471.92



261,165.21



3,868,024.71



755,556.88



192,300.76



584,605.51



424,067.01



5,823.38



495,764.22



254,034.60



1,238,165.09



457,877.27



407,193.39



1,854,732.68



0.95



0.36



CPS



155,072.51



191,564.83



15,638,271.85



2,613,361.63



3,764,378.07



619,730.49



402,395.74



1.34



1.11



1.75



1.32



1.04



0.34



0.92



0.86



0.91



1.02



1.38



1.61



1.00



0.62



1.35



0.66



1.01



0.83



1.48



0.23



0.84



0.45



0.48



1.33



RSD(%)



1.61



1.11



1.22



0.79



0.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.481



187.615



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



133.598



204.311



109.790



211.864



82.750



74.089



48249.834



86.743



191.567



77.109



103.389



2555.900



80.603



80.784



8530.464



3487.813



2632.690



3446.915



72.402



76.896



78.105



96.694



75.739



79.164



Conc



75.519



127.365



48064.584



156.411



1150.190
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:05



Sample Name mp18078-s1 1



Sample Type Sample



File Name 034SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



95.6



RSD(%)



0.88



CPS



1,452,456.62



Mass



ISTD Table
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.8



102.0



102.2



99.0



101.3



Pulse



Pulse



Pulse



101.1



99.0



99.2



100.9



101.0



99.3



101.1



102.3



101.8



99.7



100.4



99.9



0.55



0.59



0.62



0.38



100.3



101.2



100.6



99.1



0.74



0.23



0.58



1.19



0.78



0.19



1.55



1.62



1.20



1.31



0.91



1.11



260,462.79



2,796,892.32



4,959,152.16



0.90



0.64



0.79



0.98



1.98



1,077,151.93



3,847,227.07



390,581.10



2,664,371.49



247,678.83



171,376.96



603,159.83



3,775,556.09



164,433.74



106,499.79



161,179.83



2,786,292.25



2,974,789.95



609,532.88



843,302.59



4,177,862.34



4,168,948.72



6,460,442.61



Tb



Ho



Bi
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Ge



Ge



Rh
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.222E-01



5.563E-02



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.791E+00



1.575E+00



2.493E+00



6.398E-01



1.366E-01



5.478E-02



2.568E+00



3.471E-02



2.586E+00



1.350E+00



9.582E-01



3.775E+01



1.080E-01



4.922E-01



2.346E+01



4.572E+00



1.169E+00



3.520E+00



1.478E-01



9.584E-02



7.579E-02



4.033E-02



3.238E-01



1.219E-01



Ratio



1.068E-01



1.320E-01



5.263E+00



6.297E-01



8.948E-01



411,967.83



105,736.62



22,581.91



59,115.30



131,926.86



14,403.32



427,443.71



223,157.53



158,354.62



6,238,579.75



626,495.02



260,267.10



3,877,321.38



755,490.87



193,258.26



581,771.49



424,318.10



5,736.62



486,468.85



258,889.10



1,219,012.35



459,024.76



406,802.81



1,853,233.80



0.96



0.65



CPS



154,313.37



190,877.12



15,642,039.77



2,619,042.93



3,721,819.42



617,226.45



400,252.83



0.98



1.29



0.99



1.28



1.23



1.41



0.93



3.65



0.53



0.75



1.41



0.81



1.04



0.38



0.83



0.84



0.09



0.28



2.12



1.39



2.37



3.14



1.76



0.63



RSD(%)



0.69



1.47



1.58



0.83



0.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.168



186.904



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



131.870



202.571



109.600



211.562



81.985



74.573



48033.357



85.022



188.771



76.272



103.738



2585.839



80.748



80.938



8507.223



3469.862



2632.334



3411.933



71.987



76.350



77.138



99.181



74.777



79.583



Conc



75.503



127.522



48116.085



157.435



1142.219



2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:10



Sample Name mp18078-s2



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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ISTD Recovery%
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30
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0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10
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0.10
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Pulse
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Analog



Pulse



Pulse



Pulse



102.8



100.5



101.6



98.5



100.6



Pulse



Pulse



Pulse



100.6



98.9



99.4



101.8



101.2



99.3



101.3



101.7



101.2



99.5



100.9



99.4



0.45



0.53



0.70



0.87



100.2



101.2



100.9



98.7



0.37



0.33



0.42



0.90



0.27



0.62



1.60



1.31



1.49



0.32



0.84



1.66



258,922.76



2,783,172.18



4,922,820.64



0.81



1.17



1.32



1.22



2.32



1,079,218.86



3,877,759.71



391,352.83



2,663,743.85



247,712.90



168,956.74



599,946.94



3,765,643.38



165,262.60



105,976.30



160,330.92



2,785,769.89



2,972,220.37



609,695.33



845,770.45



4,159,692.96



4,176,570.34



6,420,430.74
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3
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0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



4.402E+00



1.180E+00



3.351E+00



4.663E-01



2.551E-01



1.138E-01



8.454E-01



6.459E-02



2.104E+00



2.705E+00



1.432E+00



2.246E+02



2.087E-01



9.511E-01



4.202E+01



1.936E+01



6.584E+00



1.506E+01



3.164E-01



1.933E-01



1.536E-01



6.216E-02



6.769E-01



2.358E-01



Ratio



2.175E-01



3.125E-01



1.680E+00



6.360E-01



1.239E-01



548,470.34



76,317.73



41,748.07



121,005.50



344,383.38



442,674.79



234,372.74



36,760,040.76



720,370.08



193,200.49



6,876,455.84



3,168,138.21



1,077,641.59



2,465,112.47



138,355.63



10,570.15



988,313.16



400,044.93



2,534,482.04



882,952.72



781,362.10



3,561,344.79



CPS



321,884.20



462,333.28



4,993,402.53



2,649,951.05



516,328.07



1,308,947.17



799,830.17



0.16



0.32



0.37



0.30



0.72



0.47



0.89



5.03



0.59



0.67



0.41



0.52



0.75



0.94



1.04



0.11



0.40



0.55



0.79



0.49



2.26



0.88



0.72



0.45



RSD(%)



1.57



1.39



0.79



0.80



0.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.037



50.592



49.810



50.974



51.036



51.657



5264.366



52.750



51.185



51.016



51.693



5138.779



52.009



52.161



5085.495



4901.005



4954.122



4959.803



51.366



51.501



52.165



50.962



52.112



51.339



Conc



51.300



104.086



5096.807



53.010



52.714



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 16:15



Sample Name CCVA



Sample Type CCV



File Name 036_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.8



100.0



100.2



98.0



100.1



Det



Pulse



Pulse



Pulse



Pulse



100.2



98.5



97.9



100.3



100.2



97.3



100.3



101.9



101.7



98.9



99.9



98.7



1.05



0.31



0.91



1.18



ISTD Recovery%



97.4



100.2



100.2



99.9



98.8



0.51



0.17



0.16



0.41



0.62



0.63



0.43



2.13



1.50



0.19



0.61



0.32



255,226.70



2,767,360.65



4,897,900.08



RSD(%)



0.46



1.13



1.52



0.26



0.73



1.93



1,063,254.29



3,822,979.01



387,522.85



2,609,396.98



245,214.78



168,126.92



602,812.59



3,744,252.65



163,664.72



105,251.75



159,732.59



2,773,981.21



CPS



1,479,620.88



2,971,730.37



603,723.14



837,777.39



4,166,281.08



4,136,965.70



6,435,672.82



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.475E-01



1.793E-01



263,127.57



45,761.65



0.41



1.09



ug/l



ug/l



50.887



200.914



2



3



Sn



Se
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3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.709E-04



1.887E-03



6.263E-05



1.214E-03



5.420E-03



9.578E-04



9.136E-02



2.565E-04



1.258E-03



8.209E-02



4.822E-03



3.238E-03



8.830E-02



1.399E-04



1.135E-03



5.486E-04



2.871E-05



2.676E-04



3.192E-04



Ratio



1.085E-04



1.445E-02



1.089E-02



3.938E-04



4.926E-04



194.45



867.81



153.34



14,633.32



155.52



13,148.57



772.25



518.91



14,142.79



302.23



10.00



3,503.87



183.34



993.41



1,183.43



950.08



4,667.17



CPS



158.67



21,131.36



31,731.28



1,640.17



2,056.89



573.37



4,644.22



54.01



165.56



155.72



-116.62



60.27



86.18



763.10



27.15



4.34



4.64



93.16



-71.93



79.34



17.12



12.06



10.03



5.29



5.37



12.97



RSD(%)



17.50



3.16



-20.24



51.89



7.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



1.151



0.029



-0.003



0.013



0.005



0.004



0.041



0.043



0.697



0.149



-0.499



0.662



0.020



0.148



0.128



0.013



0.017



0.043



Conc



0.014



2.372



-1.656



0.017



0.185



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass
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Ti



V
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Fe



Pb



Pb



Na
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Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 16:20



Sample Name CCB



Sample Type CCB



File Name 037_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30



0.30Pulse



Pulse2.360E-03



6.857E-0210,981.58



377.7946.32
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-0.9642



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.1



100.3



99.4



99.1



99.7



Det



Pulse



Pulse



Pulse



Pulse



98.5



99.1



97.7



98.1



97.6



97.3



99.3



101.1



99.3



98.0



97.8



97.3



1.54



1.01



0.51



0.62



ISTD Recovery%



96.3



98.2



98.0



97.6



99.0



0.17



0.60



0.13



0.68



0.54



1.00



0.45



2.51



1.80



0.56



0.76



1.29



253,312.43



2,798,235.51



4,878,499.39



RSD(%)



0.37



1.02



1.10



0.50



1.36



1.07



1,061,181.37



3,737,803.88



377,609.60



2,610,041.98



243,577.91



168,550.53



588,389.90



3,711,150.88



160,166.14



103,751.35



157,079.79



2,790,415.31



CPS



1,462,645.80



2,912,809.64



590,191.36



818,137.80



4,173,009.42



4,094,238.03



6,385,397.19



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.704E-03



9.923E-05



7.194E-03



2.205E-04



5.312E-05



Ratio



1,152.28



35.33



56.44



1,809.02



25.13



CPS



12.04



4.42



-13.55



30.15



66.89



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.193



0.064



-0.745



0.022



0.013



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.491E-03



2.241E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.708E+00



1.031E+00



9.210E-01



4.248E-01



1.083E-02



-6.926E-05



2.482E+00



3.532E-03



1.602E+00



5.185E-02



2.648E-01



8.183E+00



4.921E-03



2.291E-02



1.851E+01



2.134E+00



2.976E-01



1.651E+00



1.297E-04



1.083E-03



1.222E-03



9.669E-03



1.835E-04



5.800E-03



Ratio



3.102E-04



5.837E-02



5.035E+00



3.187E-01



8.298E-01



146,566.77



67,595.33



1,720.76



-72.50



1,566.77



56.87



254,897.17



8,244.36



42,142.63



1,301,813.21



271,848.19



163,959.22



2,944,488.91



339,538.00



47,360.96



262,667.01



394,878.03



562.24



7,892.37



62,406.64



690.04



21,850.47



18,539.17



86,318.92



17.59



13.17



CPS



454.68



85,627.55



14,865,381.03



1,313,830.68



3,420,764.84



536.70



4,480.85



4.32



5.09



4.46



4.71



9.31



-40.01



4.48



3.39



3.99



7.77



3.64



5.12



0.72



0.88



5.45



5.29



3.89



4.98



12.44



27.05



7.72



3.24



23.43



2.20



RSD(%)



13.23



0.30



0.88



0.94



0.16



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.448



0.612



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



59.419



132.484



36.663



138.909



6.436



-0.129



46427.357



8.592



116.868



2.671



28.602



555.636



3.614



3.695



6706.132



1618.370



663.350



1554.607



0.054



0.402



1.071



23.753



0.033



3.710



Conc



0.185



52.084



46025.905



79.664



1059.236



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn
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Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:25



Sample Name td46661-1



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



96.5



RSD(%)



1.36



CPS



1,467,070.25



Mass



ISTD Table



Tune
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Element
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.9



100.8



99.5



97.9



99.4



Pulse



Pulse



Pulse



96.9



96.5



96.9



98.4



98.0



97.1



100.3



102.2



100.7



99.5



97.3



96.7



1.25



1.28



1.80



1.65



99.6



100.2



99.9



97.8



3.27



2.97



3.67



4.06



3.43



2.09



1.05



1.37



1.70



4.16



3.86



3.40



253,611.23



2,765,724.68



4,862,793.97



1.05



0.71



0.73



1.31



1.78



1,052,462.48



3,750,091.10



378,992.53



2,606,099.83



240,614.80



169,338.42



596,778.34



3,766,724.42



159,306.89



103,080.74



154,506.79



2,715,822.60



2,952,642.56



603,322.57



837,483.95



4,122,633.48



4,135,557.24



6,455,117.82
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Analog



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.030E-03



4.013E-03



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



1.212E-02



1.896E-01



2.933E+00



8.129E-02



2.442E-02



1.121E-05



1.405E+01



1.138E-03



3.290E-01



2.835E-02



2.788E-01



1.069E+01



5.443E-04



2.498E-03



8.670E+02



7.330E+01



6.951E-02



3.135E+01



1.150E-04



1.498E-03



1.346E-03



1.915E-01



9.425E-05



6.702E-04



Ratio



3.038E-05



5.416E-01



2.779E+01



9.058E+00



7.699E-03



489,344.42



13,563.51



4,073.86



11.84



2,141.29



902.16



54,900.67



4,730.74



46,512.06



1,783,547.43



2,022.01



31,628.32



144,649,452.03



12,229,276.46



11,596.33



5,230,189.37



2,344,370.74



190.01



8,759.52



1,246,527.95



333.35



2,370.30



1,926.90



8,841.44



7.12



10.66



CPS



44.00



784,176.83



84,361,337.08



35,876,638.63



30,496.65



466.70



6,081.42



2.23



0.75



1.02



1.81



1.44



-46.91



1.70



12.76



1.11



4.89



0.59



1.08



5.37



2.02



2.10



2.22



2.95



0.59



29.38



4.74



9.15



2.46



17.97



15.07



RSD(%)



-28.84



0.82



0.83



0.27



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.781



13.352



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.401



24.170



130.021



22.808



14.595



-0.019



263016.383



2.723



23.929



1.339



30.115



727.755



0.340



0.335



315378.362



55685.922



148.182



31059.488



0.047



0.735



1.197



471.096



0.012



0.358



Conc



-0.013



546.885



254538.661



2265.455



9.755
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1
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1
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Al



K
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Sn
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Ba



Tl



Pb



Element



Be



B
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 3.000



Auto Dilution N/A



Total Dilution 3.000



Acq Time 11/1/2019 16:30



Sample Name td46785-1



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



95.3



RSD(%)



0.37



CPS



1,447,778.42



Mass



ISTD Table



Tune



1



Element



Li
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



91.0



88.8



89.0



82.3



88.8



Pulse



Pulse



Pulse



99.5



93.8



97.1



100.3



100.1



92.2



98.5



103.1



102.5



93.5



101.9



99.4



12.30



12.77



13.27



10.51



102.4



99.1



98.5



94.0



0.57



0.67



0.95



1.06



0.10



13.54



1.07



1.32



1.09



0.88



0.48



1.48



226,797.52



2,325,418.87



4,347,801.63



1.36



1.81



1.54



1.15



1.56



1,054,787.84



3,822,904.85



387,361.65



2,473,360.67



219,267.56



149,306.10



607,775.11



3,539,147.76



166,854.17



105,975.15



158,566.55



2,640,160.87



3,035,406.94



597,179.31



826,160.74



3,960,855.98



4,060,748.29



6,509,756.57
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3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.275E-03



1.040E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



3.598E-03



6.023E-02



9.593E-01



2.940E-02



7.434E-03



5.425E-06



4.175E+00



2.200E-04



1.001E-01



1.456E-02



8.472E-02



3.293E+00



2.689E-04



1.224E-03



2.633E+02



2.123E+01



2.203E-02



9.087E+00



8.830E-05



8.683E-04



4.978E-04



5.770E-02



4.444E-05



2.958E-04



Ratio



3.004E-05



1.705E-01



8.517E+00



2.716E+00



2.239E-03



159,903.41



4,900.80



1,238.72



5.88



1,379.53



26.20



16,687.42



2,427.99



14,120.61



548,882.69



599.65



10,040.94



43,883,709.37



3,539,050.42



3,672.69



1,514,662.75



695,898.60



36.67



3,273.82



379,477.00



163.34



1,090.09



990.08



4,507.18



9.18



26.40



CPS



45.33



257,394.78



25,901,407.11



11,175,268.58



9,213.07



366.69



3,607.23



8.72



1.76



1.93



6.59



4.35



-31.56



1.67



21.25



2.25



5.37



2.17



2.01



19.26



4.23



2.21



2.08



3.72



1.82



16.20



21.50



17.00



2.26



453.46



7.52



RSD(%)



-49.46



0.62



0.81



1.91



1.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.047



0.694



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.350



25.051



128.135



17.567



14.660



-0.089



260409.608



1.576



24.040



1.858



30.299



732.853



0.445



0.416



319148.128



53759.308



136.448



29809.817



0.113



0.768



1.105



473.018



0.002



0.377



Conc



-0.045



556.195



259775.459



2264.315



9.280
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/1/2019 16:35



Sample Name td46785-1



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.4



RSD(%)



0.79



CPS



1,509,968.24



Mass



ISTD Table



Tune



1



Element



Li
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Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.1



99.9



99.3



94.5



97.7



Pulse



Pulse



Pulse



101.7



98.6



99.6



101.9



101.5



97.2



100.7



104.2



102.5



97.3



101.8



100.4



5.27



4.96



6.74



6.67



102.6



101.7



101.4



97.6



1.02



1.43



0.73



0.81



0.70



7.09



0.40



1.35



1.38



1.75



1.52



1.51



252,946.68



2,670,334.06



4,782,793.84



0.43



0.42



0.42



1.15



1.08



1,082,208.46



3,885,294.29



392,749.19



2,606,369.97



243,557.25



167,958.95



607,242.75



3,683,867.86



166,717.12



107,082.28



162,056.47



2,775,364.47



3,041,109.95



612,611.66



850,260.30



4,114,848.58



4,152,455.26



6,576,917.40
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.930E-04



2.694E-03



2.152E-01



2.194E-02



2.700E-03



8.613E-04



6.747E-03



1.346E-02



1.936E-03



1.968E-01



2.614E-04



1.171E-03



1.930E-01



7.798E-03



1.977E-02



9.075E-02



1.646E-04



8.461E-03



4.291E-04



7.347E-05



8.840E-04



2.873E-04



Ratio



2.406E-05



1.753E-02



1.326E-02



6.986E-04



6.026E-04



34,453.89



3,512.64



1,080.05



2,154.62



310.01



31,497.02



78.81



431.12



30,882.04



1,247.85



3,164.78



14,525.41



432.24



137.78



2,903.75



496.70



3,398.88



1,103.43



1,006.75



4,503.83



CPS



37.33



27,217.94



40,025.78



3,004.31



2,593.64



700.05



36,036.18



-161.49



30.94



1.77



4.97



6.80



16.80



2.22



7.79



11.20



6.02



17.70



5.65



7.21



18.23



1.72



49.95



22.20



4.48



19.77



10.04



5.32



41.24



RSD(%)



-6.69



2.51



23.14



19.72



8.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.002



0.071



2.609



1.834



12.449



1.363



0.263



0.330



0.080



4.835



0.085



0.077



28.280



1.806



23.894



2.944



0.047



4.211



0.174



0.098



0.130



0.072



Conc



-0.012



6.851



11.145



0.085



0.463



2



2



2



2



2



2



2



2



2



2



2



2



2



2
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1



Tune
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1



1
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K
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Sn
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Ba
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Pb
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:40



Sample Name mp18041-mb1 4



Sample Type Sample



File Name 041SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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31.00Pulse3.480E-0455.6724.43ug/l0.0952As
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.6



109.9



110.2



103.7



103.4



Det



Pulse



Pulse



Pulse



Pulse



103.1



100.2



97.6



100.5



100.6



98.5



103.3



107.1



104.1



101.6



97.7



103.7



0.69



0.40



0.52



0.11



ISTD Recovery%



102.2



101.8



108.3



107.5



102.1



0.55



0.79



0.56



0.50



0.41



0.19



1.66



2.09



1.83



0.76



0.91



0.94



280,861.62



2,929,002.03



5,060,348.27



RSD(%)



0.98



1.42



1.60



2.30



1.22



1.57



1,059,808.63



3,828,438.74



389,093.64



2,643,162.74



254,405.75



184,765.41



616,760.48



3,846,944.94



160,076.58



110,558.45



164,287.84



2,821,697.04



CPS



1,552,307.98



3,019,078.91



652,536.96



901,405.27



4,303,284.62



4,258,964.14



6,760,184.48



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



Rep



0.30



5.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.097E-02



4.940E-05



3.977E-06



Ratio



4.20



11,622.20



13.87



CPS



1.32



125.40



-17.27



RSD(%)



ug/l



ug/l



ug/l



Units



4.207



0.016



-0.019



Conc



2



2



3



TuneISTDMass



Sn



Se



Cd



Element
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.388E+00



9.073E-01



2.710E+00



3.447E-01



1.883E-01



8.471E-02



3.475E-01



4.786E-02



1.618E+00



2.093E+00



1.097E+00



9.050E+01



1.635E-01



7.459E-01



1.640E+01



7.773E+00



2.608E+00



6.001E+00



2.342E-01



1.508E-01



1.145E-01



4.615E-02



5.150E-01



1.865E-01



Ratio



1.609E-01



1.333E-01



6.702E-01



4.806E-01



9.477E-02



431,015.83



54,822.42



29,943.34



88,365.69



257,254.75



332,833.71



174,392.26



14,392,190.54



538,715.58



144,291.18



2,608,160.03



1,236,051.48



414,810.29



954,372.74



55,266.86



7,610.72



761,412.12



306,791.12



1,952,849.24



707,052.23



619,828.89



2,828,553.12



CPS



241,732.83



200,199.70



1,979,115.70



1,995,991.37



393,568.79



972,825.64



626,287.35



0.15



0.64



0.98



0.24



0.68



0.31



0.93



1.37



0.81



0.77



0.19



1.22



1.33



0.38



0.23



0.30



0.87



0.25



0.50



0.95



1.75



1.11



0.30



1.02



RSD(%)



1.03



2.82



0.98



0.90



0.83



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.557



77.735



79.797



74.559



75.334



76.893



4315.889



78.162



78.687



78.911



79.157



4138.804



81.468



81.799



3959.040



3934.566



3921.619



3918.007



76.030



80.247



77.779



75.662



79.293



81.180



Conc



75.882



85.851



4023.758



80.108



80.613



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:46



Sample Name mp18041-b1



Sample Type Sample



File Name 042SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



105.1



108.4



109.3



101.8



103.1



Det



Pulse



Pulse



Pulse



Pulse



102.6



98.4



96.0



100.2



100.0



97.2



100.7



105.3



103.4



100.2



97.1



101.2



0.90



1.09



0.97



0.84



ISTD Recovery%



98.9



99.6



105.1



103.9



98.5



0.39



0.27



0.38



0.48



0.51



0.50



0.20



1.07



1.88



0.44



0.17



0.50



278,593.77



2,874,794.75



5,046,726.19



RSD(%)



0.93



1.61



1.55



2.17



1.91



1.23



1,043,171.27



3,819,766.24



386,877.11



2,607,319.48



253,371.61



182,175.14



612,633.83



3,792,450.05



159,025.96



107,874.19



163,613.45



2,770,557.18



CPS



1,502,399.86



2,953,201.42



632,879.15



871,547.33



4,153,056.08



4,153,877.21



6,647,856.57



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.930E-01



1.606E-01



201,333.58



44,739.38



0.84



1.68



ug/l



ug/l



79.301



359.923



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.485E-03



3.519E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.785E-01



6.619E-01



2.689E+00



2.682E+00



1.837E-02



1.949E-03



4.649E-01



9.214E-02



9.239E-01



4.751E+00



4.278E+00



6.673E+02



1.070E-02



5.023E-02



4.458E+00



2.471E+00



5.496E+00



2.463E+00



2.547E-04



6.467E-03



1.527E-03



3.288E-02



8.018E-04



1.282E-02



Ratio



1.663E-03



3.507E-02



9.335E-01



2.228E-01



4.414E-02



425,196.99



424,079.78



2,904.60



1,990.04



8,662.50



94.73



146,087.34



751,252.14



676,469.45



105,522,715.81



59,851.09



104,657.31



704,904.85



390,688.47



869,065.92



389,450.25



73,516.49



14,569.92



10,003.60



215,455.37



3,013.79



48,143.14



40,169.49



188,650.93



2.74



7.62



CPS



2,438.88



51,404.73



2,787,885.69



908,417.80



180,002.84



1,040.08



26,406.33



0.82



1.08



0.46



0.72



2.20



4.75



1.35



2.20



0.96



0.62



0.16



1.07



2.53



1.30



0.74



0.41



0.50



0.45



2.46



0.36



4.49



0.40



7.19



0.54



RSD(%)



4.00



2.05



1.47



1.00



1.12



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



3.184



0.694



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



8.766



56.662



79.136



601.135



7.310



1.746



5781.132



150.532



44.911



179.357



308.979



30544.297



5.289



5.462



1062.641



1249.268



8269.652



1574.268



0.077



3.145



0.921



53.901



0.117



5.530



Conc



0.762



18.821



5632.116



37.115



37.519



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 16:51



Sample Name jc97278-1



Sample Type Sample



File Name 043SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



96.5



RSD(%)



1.67



CPS



1,465,836.44



Mass



ISTD Table



Tune



1



Element



Li
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Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



106.6



107.7



105.6



100.3



102.4



Pulse



Pulse



Pulse



100.0



96.4



94.0



99.0



102.6



96.9



99.0



103.8



105.6



99.2



96.5



99.8



1.47



0.79



0.47



0.77



100.7



103.0



102.1



96.7



0.72



1.16



0.55



0.74



0.53



0.76



0.74



1.18



1.79



0.19



0.62



0.35



269,159.70



2,833,302.53



5,012,962.30



0.16



1.40



2.33



1.33



1.21



1,021,040.05



3,773,173.60



396,880.46



2,600,794.69



256,919.30



181,067.18



625,840.74



3,755,951.71



158,122.41



106,433.84



159,437.30



2,714,968.78



2,986,492.98



620,692.82



856,118.84



4,077,864.00



4,082,999.29



6,552,692.61



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.662E-03



2.307E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.769E+00



2.400E-01



8.745E-01



4.942E-01



8.308E-03



4.338E-05



5.981E-01



9.785E-03



4.533E-01



1.880E+00



6.162E+00



4.119E+02



2.170E-03



9.548E-03



1.846E+01



5.794E+00



6.048E-01



1.387E+00



1.301E-04



2.952E-03



6.812E-04



1.617E-02



5.927E-04



2.448E-03



Ratio



5.008E-04



3.213E-02



1.200E+00



2.340E-01



1.907E-02



136,746.81



77,283.14



1,299.39



44.89



3,790.51



63.07



70,887.59



293,956.53



963,561.32



64,403,826.33



276,624.51



37,536.19



2,886,830.58



906,028.05



94,582.97



216,876.35



93,523.59



1,530.10



4,477.50



106,266.28



2,230.29



9,216.86



8,162.91



35,939.12



2.19



9.73



CPS



748.03



48,003.81



3,591,757.55



967,610.95



78,865.94



536.70



12,198.63



1.00



2.21



0.80



1.54



2.55



41.31



1.87



1.68



0.96



1.27



1.42



1.05



9.70



2.54



0.36



0.44



1.50



1.98



10.77



7.40



10.63



1.67



5.26



2.10



RSD(%)



5.00



0.70



0.69



1.33



0.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.194



0.423



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



41.017



20.448



23.003



108.235



3.282



0.017



7443.186



15.945



22.003



70.860



445.066



18849.686



1.037



0.997



4458.628



2932.369



904.794



861.543



0.036



1.267



0.346



26.493



0.085



1.013



Conc



0.213



16.813



7262.398



38.993



16.183



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000
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78.906



80.554



Conc



76.337



83.155



4086.346



80.104



80.430



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:11



Sample Name mp18077a-b2



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



106.0



110.5



110.1



101.5



103.1



Det



Pulse



Pulse



Pulse



Pulse



102.7



98.1



96.2



100.7



100.2



97.2



100.8



105.1



103.4



99.5



97.1



102.9



0.44



0.23



0.71



1.28



ISTD Recovery%



98.1



99.8



105.8



106.0



98.5



0.47



0.94



0.68



0.83



0.11



1.00



1.35



1.26



2.27



0.24



1.94



1.43



280,614.91



2,867,651.48



5,046,743.27



RSD(%)



0.66



0.83



2.43



1.74



1.24



1.11



1,044,631.25



3,835,998.18



387,607.36



2,607,370.59



255,514.16



185,754.97



613,118.55



3,765,761.51



159,083.64



109,753.48



163,669.53



2,763,309.89



CPS



1,491,297.28



2,958,826.10



637,259.86



888,982.98



4,152,469.21



4,158,717.98



6,635,800.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.933E-01



1.519E-01



201,910.21



42,617.75



0.38



0.82



ug/l



ug/l



79.420



340.344



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



4.559E+00



1.222E+00



3.438E+00



4.823E-01



2.637E-01



1.183E-01



8.750E-01



6.448E-02



2.188E+00



2.820E+00



1.470E+00



2.347E+02



2.088E-01



9.507E-01



4.384E+01



2.034E+01



6.923E+00



1.572E+01



3.112E-01



1.915E-01



1.494E-01



6.086E-02



6.800E-01



2.368E-01



Ratio



2.181E-01



3.093E-01



1.715E+00



6.371E-01



1.224E-01



543,759.73



76,256.46



41,715.32



120,821.84



346,222.90



446,544.18



232,804.89



37,123,996.30



721,694.58



193,375.66



6,939,596.39



3,219,470.78



1,096,038.36



2,488,507.26



138,489.75



10,221.03



978,381.83



398,564.23



2,510,287.67



874,003.03



770,674.15



3,509,547.21



CPS



327,227.42



464,085.38



5,123,388.67



2,637,426.06



506,520.49



1,287,864.07



792,380.25



10.38



10.75



11.85



12.41



11.29



11.27



10.62



8.20



10.98



9.99



9.67



11.28



0.31



0.52



10.30



10.26



10.10



10.37



0.57



0.57



2.63



2.57



1.01



1.64



RSD(%)



0.34



0.35



1.20



0.79



1.10



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.866



52.371



51.146



52.774



52.759



53.684



5449.583



52.661



53.227



53.198



53.065



5368.972



52.032



52.141



5306.444



5149.133



5208.931



5177.850



50.517



51.001



50.741



49.891



52.357



51.553



Conc



51.421



102.988



5202.661



53.100



52.048



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:16



Sample Name CCVA



Sample Type CCV



File Name 048_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



113.0



107.2



107.8



106.7



112.2



Det



Pulse



Pulse



Pulse



Pulse



97.6



95.0



94.8



96.7



96.7



94.2



100.3



103.7



101.3



97.5



97.3



96.7



7.48



7.20



9.34



13.24



ISTD Recovery%



98.8



100.8



100.7



100.7



98.2



9.60



10.42



10.15



10.26



9.37



10.92



1.05



1.25



1.95



9.96



8.97



7.90



274,608.25



3,013,938.56



5,489,378.53



RSD(%)



0.61



1.43



1.50



1.45



1.10



1.30



1,029,619.53



3,686,085.13



374,000.77



2,528,026.57



272,343.29



180,215.21



600,574.90



3,691,642.34



159,389.55



103,111.80



155,544.85



2,675,664.89



CPS



1,500,651.76



2,987,857.77



606,391.03



844,340.35



4,139,653.69



4,138,518.99



6,550,510.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.557E-01



1.665E-01



261,167.89



45,554.00



11.54



7.35



ug/l



ug/l



52.581



186.537



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.030E-03



1.593E-03



7.546E-05



1.654E-03



5.120E-03



8.033E-04



8.150E-02



1.611E-04



7.929E-04



8.019E-02



3.371E-03



2.567E-03



8.399E-02



8.875E-05



9.773E-04



4.559E-04



2.792E-05



1.716E-04



1.840E-04



Ratio



1.075E-04



1.256E-02



1.067E-02



5.948E-04



2.622E-04



267.79



828.92



130.00



13,193.25



166.64



12,981.76



545.57



415.56



13,597.89



257.78



12.22



2,937.07



180.01



636.72



683.38



596.71



2,940.27



CPS



161.34



18,846.46



31,440.57



2,463.65



1,086.75



363.35



4,014.03



100.48



-107.76



64.68



68.34



62.74



-743.21



-43.82



25.83



5.99



46.66



-46.82



-39.56



-69.48



38.54



11.00



12.01



101.94



3.03



32.06



RSD(%)



25.77



8.71



-11.96



6.83



8.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



-0.687



0.039



0.008



0.007



-0.001



-0.221



0.018



0.018



0.466



-0.218



-1.005



-0.766



0.011



0.106



0.096



0.012



0.010



0.013



Conc



0.014



1.729



-2.340



0.034



0.087



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:21



Sample Name CCB



Sample Type CCB



File Name 049_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse2.437E-03



4.265E-026,903.76



394.4648.33



-0.59ug/l



ug/l0.024



-1.3652



2Ni



Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



92.3



93.3



93.8



91.6



91.2



Det



Pulse



Pulse



Pulse



Pulse



99.2



98.8



97.3



98.1



97.1



96.9



99.6



102.0



99.1



98.0



98.8



98.0



12.42



13.12



15.01



14.92



ISTD Recovery%



98.7



99.4



99.0



98.4



98.3



0.63



0.68



0.36



0.46



0.55



14.95



0.24



1.03



1.82



0.36



0.29



0.89



238,885.48



2,588,721.84



4,461,874.68



RSD(%)



0.37



1.11



2.17



1.53



1.30



1.48



1,056,790.40



3,736,948.18



375,595.19



2,598,998.30



222,444.78



156,882.82



587,326.79



3,709,233.90



161,884.06



104,539.98



158,151.20



2,781,072.32



CPS



1,500,163.39



2,946,654.64



596,419.26



825,078.22



4,143,161.61



4,106,492.11



6,442,162.61



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.356E-03



1.001E-04



6.691E-03



1.832E-04



4.193E-05



Ratio



1,083.39



29.67



44.32



1,433.42



23.60



CPS



15.20



27.02



-12.13



16.69



42.24



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.121



0.065



-0.801



0.015



0.008



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.609E-02



Det



Pulse



Pulse



Pulse



Pulse



1.637E-02



1.689E-03



1.075E-01



4.447E-04



2.676E-03



9.642E-02



5.287E-03



2.737E-03



8.465E-02



2.737E-03



2.710E-04



4.809E-03



6.613E-05



8.736E-05



2.414E-04



2.317E-04



9.897E-04



1.392E-01



Ratio



4.149E-05



1.256E-02



1.200E-02



3.534E-04



2.391E-04



1.246E-04



1.618E-03



5.805E-04



427.79



15,417.37



2,572.46



43.34



768.92



2,618.02



270.01



17,188.17



71.06



3,690.34



22,264.76



845.59



437.79



13,535.66



437.79



6,695.05



3,807.30



433.36



326.69



900.07



863.40



CPS



62.67



18,984.32



35,492.32



1,470.14



993.40



516.70



1.83



-79.73



55.57



-4.99



24.80



-56.95



29.55



14.84



4.55



8.52



35.78



13.21



18.20



14.94



5.40



48.25



-24.71



6.16



24.28



2.22



10.79



13.97



43.45



ug/l



RSD(%)



-109.53



10.65



68.70



21.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.069



-1.067



0.514



0.399



0.169



0.440



0.062



0.747



-0.003



0.058



15.254



0.534



-1.753



-1.097



12.906



0.554



0.277



0.086



0.007



0.052



0.070



Conc



-0.004



3.456



3.460



0.027



0.154



0.034



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 2.000



Operator Name admin



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/1/2019 17:26



Sample Name jc97328-2



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



104.0



109.3



108.3



101.4



101.3



102.9



103.5



97.5



95.4



98.4



98.5



98.6



100.3



103.8



100.5



98.5



97.6



0.51



0.78



0.47



0.53



0.41



ISTD Recovery%



99.5



99.8



106.3



105.6



0.94



0.49



0.65



0.82



0.32



0.46



1.58



1.77



2.71



1.90



0.47



0.76



RSD(%)



0.68



1.89



2.25



2.28



1.49



2,572,897.40



250,534.67



183,655.08



276,020.65



2,865,309.82



4,957,004.11



109,741.07



164,983.04



2,743,918.92



1,035,869.98



3,748,987.35



381,118.76



4,156,159.10



4,137,499.56



6,554,720.53



595,791.42



3,728,946.82



159,905.73



CPS



1,511,613.00



2,957,992.87



640,371.94



885,298.22



Mass



Bi



Sc



Ge



Ge



Rh



Tb



Ge



Ge



Rh



In



Tb



Ho



Rh



In



Tb



Ho



Bi



Sc



3



3



3



3



3



Element



Li



Sc



Ge



Ge



2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Units RSD(%) CPS Ratio



5.00



0.30



0.30



Pulse



Pulse



Pulse



1.383E-05



2.183E-03



7.559E-0520.87



14.35



2,261.31



-42.84



4.43



57.44



ug/l



ug/l



ug/l0.075



-0.010



0.584



2



2



3



Cd



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



4.211E+00



1.134E+00



3.187E+00



4.460E-01



2.447E-01



1.102E-01



8.150E-01



6.148E-02



2.026E+00



2.616E+00



1.365E+00



2.186E+02



2.066E-01



9.356E-01



4.083E+01



1.880E+01



6.398E+00



1.453E+01



3.088E-01



1.883E-01



1.467E-01



5.975E-02



6.716E-01



2.337E-01



Ratio



2.182E-01



3.104E-01



1.679E+00



6.233E-01



1.213E-01



537,753.90



75,249.40



41,292.19



119,008.58



341,784.29



441,422.52



230,289.30



36,880,461.87



710,526.71



191,304.94



6,888,630.42



3,172,323.35



1,079,471.66



2,450,800.11



137,513.00



10,372.24



960,230.20



391,031.67



2,456,368.87



854,640.48



755,532.88



3,422,067.66



CPS



330,316.14



469,811.51



5,066,693.99



2,599,843.19



505,833.98



1,274,561.49



777,472.18



0.89



0.61



0.62



0.59



0.79



1.69



0.38



2.86



0.95



0.98



1.04



0.89



0.29



0.72



1.71



0.88



1.37



1.28



1.08



0.79



0.71



0.53



0.41



0.33



RSD(%)



1.22



0.86



1.92



0.69



0.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



48.829



48.590



47.274



48.687



48.965



50.022



5075.170



50.212



49.276



49.344



49.269



5001.093



51.482



51.309



4941.742



4760.469



4813.923



4782.368



50.119



50.162



49.838



48.987



51.705



50.870



Conc



51.457



103.362



5094.471



51.953



51.585



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:31



Sample Name CCVA



Sample Type CCV



File Name 051_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



103.2



100.3



101.0



98.2



100.2



Det



Pulse



Pulse



Pulse



Pulse



101.9



100.1



99.4



101.1



101.1



98.1



100.1



103.6



100.7



96.6



103.0



100.8



1.05



0.58



1.09



0.71



ISTD Recovery%



99.6



101.8



100.8



101.0



98.9



0.68



0.89



0.79



1.43



1.44



1.65



0.78



0.59



1.14



0.50



2.01



1.53



257,296.48



2,772,656.97



4,900,983.97



RSD(%)



0.89



0.87



0.87



0.75



0.45



0.34



1,079,958.69



3,852,071.24



391,310.53



2,632,578.85



248,590.87



168,496.96



597,155.68



3,657,825.36



168,722.75



107,540.18



162,419.04



2,818,787.74



CPS



1,513,845.56



3,017,125.58



607,207.00



847,014.31



4,170,800.98



4,128,116.96



6,544,213.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.389E-01



1.765E-01



257,975.71



45,402.05



1.32



0.42



ug/l



ug/l



49.117



197.728



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.583E-04



1.744E-03



6.870E-05



1.827E-03



5.053E-03



1.044E-03



8.407E-02



1.609E-04



7.025E-04



7.733E-02



4.002E-03



2.829E-03



8.606E-02



9.028E-05



9.582E-04



4.902E-04



1.628E-05



1.746E-04



1.838E-04



Ratio



7.831E-05



1.199E-02



1.046E-02



5.427E-04



2.744E-04



295.56



817.81



168.89



13,604.89



138.85



12,513.61



647.80



457.79



13,925.92



282.23



11.11



3,110.45



103.34



640.05



673.39



590.04



2,573.55



CPS



118.67



18,163.35



30,689.24



2,230.26



1,126.76



366.69



3,900.65



42.09



268.80



29.86



58.95



54.57



27.21



-46.65



30.06



21.18



280.01



-114.78



-14.24



-998.47



15.61



20.32



15.51



23.90



18.02



53.95



RSD(%)



5.92



1.99



-4.20



2.35



20.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.258



0.034



0.012



0.006



0.008



-0.162



0.018



0.013



0.119



-0.058



-0.807



-0.083



0.012



0.101



0.108



0.002



0.010



0.013



Conc



0.007



1.532



-2.980



0.029



0.092



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 17:36



Sample Name CCB



Sample Type CCB



File Name 052_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse2.236E-03



4.024E-026,511.38



362.23104.26



-1.32ug/l



ug/l0.016



-1.4022



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.8



100.9



100.4



99.4



99.6



Det



Pulse



Pulse



Pulse



Pulse



98.1



97.5



96.7



96.7



96.4



96.0



98.6



100.5



97.2



96.8



98.8



98.0



0.92



1.50



0.59



0.81



ISTD Recovery%



99.7



98.9



98.6



97.8



97.5



0.79



0.22



0.47



1.03



0.78



0.48



1.50



0.78



1.59



0.86



0.44



0.70



255,753.78



2,806,531.14



4,872,063.14



RSD(%)



0.35



0.88



1.40



1.22



0.90



2.58



1,050,558.95



3,683,727.07



372,797.74



2,574,582.12



245,371.89



169,645.63



576,131.42



3,665,702.96



161,849.61



104,494.79



156,366.99



2,743,793.43



CPS



1,515,467.72



2,933,775.79



594,141.89



819,956.94



4,108,922.33



4,066,221.71



6,345,906.36



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.375E-03



9.279E-05



7.109E-03



2.352E-04



3.583E-05



Ratio



1,151.17



38.00



37.66



1,444.54



23.73



CPS



14.94



5.17



-8.67



64.56



132.42



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.125



0.057



-0.754



0.025



0.005



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.004E+00



1.888E+00



5.248E+00



7.241E-01



4.134E-01



1.819E-01



2.265E-01



1.043E-01



3.362E+00



4.327E+00



2.263E+00



4.898E+01



3.325E-01



1.516E+00



8.763E+00



4.185E+00



1.421E+00



3.305E+00



6.227E-02



3.085E-01



2.459E-01



9.459E-02



1.051E+00



3.769E-01



Ratio



3.356E-01



2.424E-01



3.623E-01



9.723E-01



1.983E-01



860,865.55



118,788.22



67,816.47
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8,035,559.13



1,149,007.15
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/1/2019 17:41



Sample Name mp18077a-b3



Sample Type Sample



File Name 053SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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1.945E-01
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1.302E-01
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3.084E+00
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5.644E+02



8.405E+01
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2.614E-01
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164,585,913.46
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13,170,049.48
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3,491,128.33



3,152,625.92
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4,763,103.16
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48080.617



591.434



635.523



136860.201



42565.743



14931.373



14701.326



84.866



116.754
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Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:46



Sample Name mp18077a-s3



Sample Type Sample



File Name 054SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:28 AM on:11/4/2019



Raw Data MA47741    page 149 of 289



Inst QC: MA47741



251 of 555



JC97617



7
7.1











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



94.1



RSD(%)



0.97



CPS



1,430,598.96



Mass



ISTD Table



Tune



1



Element



Li



Page 2 of 3 Printed at: 11:28 AM on:11/4/2019



Raw Data MA47741    page 150 of 289



Inst QC: MA47741



252 of 555



JC97617



7
7.1











Quantitation Report



Det Time(sec) RepTune Element Mass CPS RSD(%) ISTD Recovery%



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



102.6



103.4



102.1



90.6



97.6



Pulse



Pulse



Pulse



99.1



89.0



89.7



95.9



96.1



86.0



93.1



101.7



99.2



88.5



95.7



97.5



1.15
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0.63



1.39



1.06



260,065.49



2,558,941.29



4,776,892.31



1.12



1.89
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3.290E+00
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2.643E+00



1.918E-01



8.142E-02



2.041E+01



1.287E-01



2.183E+00



3.072E+00



1.217E+01



1.047E+03



1.151E+00



5.663E+00



5.677E+02



8.450E+01



9.865E+00



2.238E+01



2.269E-01



2.160E-01



1.091E-01



9.697E-01



5.093E-01



1.381E+00
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1.583E-01



9.890E-01



4.109E+01



1.146E+01



1.025E-01



961,940.34



410,817.18



29,807.07



78,393.29



268,699.09



37,443.55



339,336.03



477,401.32



1,891,997.98



162,769,780.20



511,327.62



172,521.66



88,246,489.83



13,133,430.87



1,533,297.44



3,479,216.32



3,172,022.24



20,002.23



681,866.92



6,063,432.41



1,696,527.63



4,598,459.10



3,834,050.77



18,859,413.88



1.36
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227,532.90



1,421,775.92



120,867,951.53



43,015,407.69



384,840.37



869,998.01



828,132.46
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2.40



1.19
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1.54
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574.065
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42795.313
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14770.180
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78.430
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Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 17:51



Sample Name mp18077a-s4



Sample Type Sample



File Name 055SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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101.4



92.6



0.66



0.81



0.87



1.05



0.52



1.10



1.34



2.42



1.96



0.94



0.59



1.22



268,349.73



2,758,079.27



4,900,583.00



RSD(%)



0.66



1.45



2.41



2.50



1.50



1.75



988,177.75



3,598,247.08



365,238.40



2,455,783.31



242,570.06



177,487.54



574,803.82



3,525,566.93



152,489.58



105,588.31



159,386.43



2,607,422.95



CPS



1,494,060.92



2,859,536.62



611,653.47



850,285.95



3,903,277.55



3,935,077.14



6,308,005.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.448E-03



1.044E-03



1,430.08



280.13



15.37



2.50



ug/l



ug/l



0.281



2.246



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.369E+00



1.175E+00



3.271E+00



4.574E-01



2.504E-01



1.128E-01



8.407E-01



6.337E-02



2.102E+00



2.701E+00



1.410E+00



2.261E+02



2.074E-01



9.436E-01



4.284E+01



1.971E+01



6.713E+00



1.502E+01



3.134E-01



1.911E-01



1.481E-01



6.058E-02



6.746E-01



2.352E-01



Ratio



2.181E-01



3.112E-01



1.650E+00



6.403E-01



1.242E-01



518,057.90



72,439.03



39,663.55



114,646.49



332,974.80



427,824.30



223,285.66



35,802,913.02



691,977.54



186,061.82



6,785,531.81



3,121,303.35



1,063,215.41



2,379,175.32



133,157.16



10,036.46



920,092.33



376,377.09



2,361,400.12



823,167.96



725,973.82



3,303,019.83



CPS



323,530.49



461,579.31



4,741,215.04



2,500,850.85



485,347.78



1,224,007.53



746,357.64



1.28



1.12



0.52



0.36



0.31



0.63



0.38



0.65



1.09



1.42



1.21



1.51



0.18



0.58



0.79



1.15



1.23



0.13



1.47



0.67



2.16



2.77



1.34



0.40



RSD(%)



0.82



1.20



0.42



0.86



0.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.662



50.348



48.567



49.966



50.104



51.205



5235.486



51.753



51.140



50.950



50.890



5172.094



51.689



51.748



5185.924



4989.750



5051.054



4946.437



50.869



50.892



50.296



49.661



51.943



51.199



Conc



51.435



103.647



5004.197



53.364



52.846



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 18:26



Sample Name CCVA



Sample Type CCV



File Name 062_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.4



96.3



97.2



94.8



97.6



Det



Pulse



Pulse



Pulse



Pulse



95.6



93.7



93.6



96.0



95.0



92.4



94.7



98.4



95.3



92.5



96.7



95.4



0.39



0.57



0.47



0.48



ISTD Recovery%



97.6



96.9



95.5



96.0



92.7



0.30



0.76



0.09



0.55



0.65



0.38



0.43



1.53



1.75



0.53



1.27



1.27



247,577.48



2,676,858.23



4,776,848.01



RSD(%)



1.21



1.48



1.44



0.79



1.70



2.14



1,016,287.28



3,660,483.46



367,545.79



2,479,126.92



237,138.14



161,871.99



564,600.34



3,500,500.68



158,384.40



101,761.20



152,317.81



2,639,273.78



CPS



1,483,296.39



2,873,686.00



574,991.62



804,957.12



3,906,300.57



3,906,567.03



6,213,760.11



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.462E-01



1.786E-01



250,163.16



44,208.94



1.05



0.24



ug/l



ug/l



50.617



200.091



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.007E-04



1.707E-03



6.350E-05



1.755E-03



4.711E-03



1.057E-03



9.426E-02



2.005E-04



9.836E-04



8.148E-02



5.080E-03



3.125E-03



8.363E-02



6.715E-05



8.891E-04



4.890E-04



4.094E-05



2.216E-04



2.666E-04



Ratio



7.882E-05



1.801E-02



1.070E-02



6.305E-04



2.949E-04



275.56



738.91



165.56



14,783.54



141.07



12,780.52



796.70



490.01



13,118.63



267.78



10.00



2,987.11



250.01



766.73



923.41



696.71



3,410.31



CPS



116.00



26,472.08



30,349.03



2,480.33



1,160.10



260.01



3,444.02



104.12



5817.10



209.63



97.10



-611.69



179.45



95.44



24.60



12.29



63.85



23.83



-52.30



-27.24



24.88



8.16



15.19



19.58



24.71



26.24



RSD(%)



57.66



4.74



-19.26



17.20



9.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



0.027



0.030



0.010



0.000



0.008



0.071



0.027



0.028



0.622



0.215



-0.584



-0.885



0.008



0.082



0.107



0.023



0.014



0.031



Conc



0.007



3.587



-2.234



0.037



0.101



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 18:31



Sample Name CCB



Sample Type CCB



File Name 063_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



30.30



0.30Pulse



Pulse2.232E-03



3.516E-025,515.44



350.0158.40



-0.98ug/l



ug/l0.015



-1.4812



2Ni



Cu
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.8



97.0



96.7



96.3



97.3



Det



Pulse



Pulse



Pulse



Pulse



95.2



94.4



93.5



93.8



94.1



93.2



93.9



96.8



93.0



91.6



95.8



94.8



1.14



0.51



0.60



0.76



ISTD Recovery%



96.7



95.6



94.3



94.2



93.3



0.62



0.82



0.98



0.91



0.62



1.16



1.25



1.03



2.31



0.60



1.29



1.02



246,335.54



2,720,085.17



4,762,927.45



RSD(%)



0.89



1.19



1.50



1.94



1.35



1.60



1,015,905.64



3,575,708.47



364,217.86



2,499,859.76



235,611.93



163,013.22



551,428.89



3,468,902.55



156,853.09



101,109.61



151,775.97



2,657,648.65



CPS



1,469,901.85



2,835,331.83



567,855.86



789,991.24



3,934,105.15



3,874,123.63



6,113,146.16



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.242E-03



8.931E-05



6.070E-03



1.721E-04



3.485E-05



Ratio



952.27



27.00



35.43



1,261.74



22.00



CPS



25.67



0.80



-2.12



79.45



125.86



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.098



0.053



-0.871



0.012



0.004



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.956E-02



Det



Pulse



Pulse



Pulse



Pulse



1.860E-02



2.082E-03



1.780E-01



6.942E-04



2.888E-03



7.641E-02



4.576E-03



4.831E-03



1.025E-01



2.451E-03



3.584E-04



6.130E-03



2.685E-05



1.873E-04



2.583E-04



2.790E-04



1.151E-03



1.950E-01



Ratio



2.591E-05



2.009E-02



1.116E-02



3.371E-04



3.803E-04



1.040E-04



1.888E-03



5.563E-04



414.45



10,917.06



2,782.50



51.11



872.26



2,650.25



295.56



25,283.73



98.82



4,057.08



27,795.14



652.24



686.69



14,570.91



351.12



7,442.08



3,520.57



170.01



660.05



910.08



983.41



CPS



38.67



29,984.67



31,934.93



1,343.45



1,516.81



410.02



28.12



62.33



10.22



-6.11



40.29



76.15



12.64



8.57



16.08



12.62



29.24



17.42



15.66



7.15



13.72



108.63



69.94



17.36



8.91



3.70



12.62



50.40



10.13



ug/l



RSD(%)



-17.75



3.77



-13.96



24.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.087



-1.686



1.297



0.541



0.233



0.524



0.090



3.973



0.003



0.075



28.783



0.174



1.399



10.702



9.340



0.698



0.261



0.022



0.022



0.059



0.094



Conc



-0.011



8.595



-1.674



0.024



0.274



0.028



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 2.000



Operator Name admin



Acq Mode Spectrum



Comment webf



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/1/2019 18:36



Sample Name jc97328-2f



Sample Type Sample



File Name 064SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path



Page 1 of 3 Printed at: 11:31 AM on:11/4/2019



Raw Data MA47741    page 175 of 289



Inst QC: MA47741



277 of 555



JC97617



7
7.1











Quantitation Report



31.00Pulse7.279E-04104.332.34ug/l0.2472As



Page 2 of 3 Printed at: 11:31 AM on:11/4/2019



Raw Data MA47741    page 176 of 289



Inst QC: MA47741



278 of 555



JC97617



7
7.1











Quantitation Report



Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



86.4



102.3



106.7



106.6



99.4



100.0



93.0



94.5



88.4



85.7



88.0



87.8



94.5



95.6



100.2



95.8



93.1



87.4



0.70



0.50



1.26



0.31



0.50



ISTD Recovery%



98.2



96.5



102.6



101.9



7.76



8.26



8.84



9.08



8.32



8.83



1.45



0.74



2.11



1.24



8.73



7.81



RSD(%)



0.19



0.63



0.65



0.95



1.80



2,317,612.20



246,472.12



179,316.53



271,658.65



2,807,625.65



4,893,264.25



99,156.87



150,652.76



2,489,776.98



930,781.85



3,354,990.77



339,794.79



3,982,126.50



3,941,414.58



6,326,295.74



567,615.11



3,525,952.03



143,201.88



CPS



1,492,591.36



2,860,986.41



618,248.88



854,747.67
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Ho
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3



3



3



3
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2



2



2



2



2



2



1



1



1



1



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Units RSD(%) CPS Ratio



5.00



0.30



0.30



Pulse



Pulse



Pulse



2.287E-06



2.630E-03



1.344E-0436.53



2.07



2,435.78



-9.37



12.61



8.87



ug/l



ug/l



ug/l0.207



-0.021



0.768
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3



3
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3



3
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3
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3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.483E-03



1.113E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



8.325E-03



1.446E-02



1.026E-01



2.529E-02



3.303E-03



1.682E-05



2.101E+00



4.014E-03



8.877E-02



2.550E-02



1.091E+00



1.702E+01



1.044E-03



4.659E-03



5.681E+01



1.087E+01



1.144E-01



4.338E+00



9.668E-05



1.106E-03



4.070E-04



1.560E-02



1.074E-04



1.231E-03



Ratio



4.673E-05



1.079E+00



4.290E+00



1.853E+00



3.486E-03



15,831.08



3,901.63



509.34



16.67



1,470.09



28.80



13,691.35



3,933.85



168,235.03



2,625,955.38



1,284.09



2,230.19



8,762,544.37



1,677,212.57



17,643.97



669,083.81



324,055.98



620.02



2,566.98



98,321.46



370.02



4,240.82



3,593.91



16,044.07



3.92



26.64



CPS



69.33



1,601,415.46



12,177,047.32



7,182,852.81



13,513.02



376.69



4,297.42



1.99



3.00



-3.51



4.22



5.91



-164.73



1.37



15.88



2.46



3.57



1.53



1.24



4.58



2.90



2.47



2.07



1.14



1.39



25.74



2.16



10.23



1.68



18.36



8.59



RSD(%)



-518.27



0.82



1.09



0.87



2.23
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ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.295



0.155



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.180



1.081



-0.875



2.588



1.278



-0.008



26196.812



6.515



4.256



0.785



78.727



775.107



0.476



0.460



13759.852



5505.341



166.349



2815.967



0.025



0.281



0.159



25.558



0.010



0.483



Conc



-0.001



731.184



26135.854



308.904



2.918
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:41



Sample Name jc97328-5



Sample Type Sample



File Name 065SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Time(sec)
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ISTD Recovery%
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0.48
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3
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0.30
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3



3



3
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0.30
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



97.9



102.6



102.0



92.9



95.8



Pulse



Pulse



Pulse



100.4



92.6



91.3



95.1



94.8



90.3



94.2



99.9



95.3



90.9



94.2



99.4



4.28



3.36



4.15



4.76



95.7



101.7



100.8



92.0



0.36



0.18



1.24



1.29



0.77



5.05



2.28



1.69



1.68



1.58



1.02



0.84



259,768.51



2,623,427.88



4,687,349.26



1.91



1.43



1.95



2.03



2.15



991,076.77



3,623,490.13



366,903.68



2,423,077.34



235,938.95



172,480.74



565,073.14



3,442,863.18



154,273.31



105,985.60



160,096.71



2,606,861.84



2,838,701.52



612,653.26



845,117.07



3,876,910.67



3,884,764.03



6,305,019.70



Tb



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



1



1



1



Sc



Ge



Page 3 of 3 Printed at: 11:32 AM on:11/4/2019



Raw Data MA47741    page 180 of 289



Inst QC: MA47741



282 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



5.787E-03



1.237E-02



1.119E-01



2.382E-02



1.637E-03



2.556E-05



1.274E+00



2.879E-03



3.228E-02



2.241E-02



5.254E-01



1.478E+01



9.315E-04



4.243E-03



5.810E+01



4.833E+00



8.167E-02



3.249E+00



9.141E-05



1.357E-03



4.098E-04



1.149E-02



3.684E-04



1.106E-03



Ratio



4.722E-05



1.066E-01



2.647E+00



5.214E-01



5.866E-04



17,093.52



3,636.01



250.00



25.37



4,928.58



3,422.63



80,215.67



2,256,778.52



883.94



1,889.03



8,870,121.31



737,888.60



12,466.06



496,050.88



194,489.30



440.02



2,606.99



73,067.84



1,283.46



3,850.69



3,240.51



14,763.56



CPS



70.67



159,511.82



7,611,160.93



2,037,211.74



2,293.62



360.02



5,331.11



4.00



7.34



-13.22



7.97



5.80



402.33



1.70



7.95



1.76



5.78



1.14



1.77



6.34



3.02



1.61



1.89



4.39



1.09



57.62



5.92



1.45



1.58



9.00



8.53



RSD(%)



-759.88



1.34



1.05



0.66



10.59



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.121



0.901



-0.587



2.257



0.611



0.000



15876.391



4.660



1.506



0.668



37.890



672.466



0.419



0.415



14070.948



2445.687



117.098



2094.759



0.024



0.415



0.161



18.815



0.050



0.428



Conc



-0.001



67.667



16095.910



86.900
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:46



Sample Name jc97328-6



Sample Type Sample



File Name 066SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3
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Rep



3



3



3



3
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0.30
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0.10



0.10



0.30



0.30



Time(sec)



0.10
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0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



101.7



106.8



106.0



97.5



100.2



Det



Pulse



Pulse



Pulse



Pulse



100.9



93.0



91.4



94.8



94.7



91.5



95.3



100.7



97.0



91.9



93.2



99.5



1.79



1.12



1.02



0.90



ISTD Recovery%



98.4



97.0



103.3



101.7



92.7



0.49



1.20



0.74



0.34



0.72



1.54



0.29



0.95



2.24



1.68



1.41



1.11



270,002.42



2,754,389.19



4,904,726.33



RSD(%)



0.51



1.06



0.86



0.73



1.11



0.81



992,207.74



3,614,636.38



366,189.54



2,453,655.11



245,160.59



179,441.22



575,072.44



3,480,061.30



152,707.13



106,088.86



160,807.63



2,617,914.20



CPS



1,495,950.75



2,876,097.98



622,472.36



852,723.71



3,907,701.40



3,929,807.18



6,361,167.20
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1
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5.00



Pulse
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1.627E-03



1.050E-04



1,614.55



28.33



16.57



6.20
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ug/l
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3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



6.654E-03



1.427E-02



1.127E-01



2.316E-02



1.687E-03



1.442E-05



1.319E+00



2.241E-03



3.111E-02



2.562E-02



5.342E-01



1.513E+01



8.110E-04



3.883E-03



5.910E+01



4.990E+00



8.480E-02



3.392E+00



6.511E-05



1.321E-03



4.538E-04



1.208E-02



8.203E-05



9.423E-04



Ratio



3.882E-05



1.064E-01



2.766E+00



5.396E-01



9.597E-04



17,210.29



3,537.11



257.67



14.17



4,750.74



3,911.63



81,567.74



2,310,629.08



1,016.03



2,179.07



9,024,419.64



761,987.21



12,948.43



518,009.65



201,401.81



342.23



2,853.72



75,959.73



283.35



3,253.85



2,797.06



13,399.76



CPS



57.33



157,016.41



7,825,545.30



2,093,705.49



3,723.90



253.35



5,137.72



8.67



8.81



-15.20



9.30



5.81



-48.80



0.81



9.99



2.00



5.47



0.75



0.51



8.22



2.26



1.31



0.64



2.84



0.56



6.85



8.06



5.32



1.44



29.96



14.07



RSD(%)



-129.92
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1.47
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3.68
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ug/l
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ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.141



1.064



-0.563



2.109



0.632



-0.010



16439.360



3.618



1.449



0.789



38.527



688.516



0.359



0.375



14314.532



2525.275



121.803



2189.889



0.015



0.395



0.191



19.788



0.006



0.357



Conc



-0.005



67.533



16824.231



89.942



0.767
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:51



Sample Name jc97328-7



Sample Type Sample



File Name 067SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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3
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0.30
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3



3



3



3
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0.30
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0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.9



102.1



101.7



91.2



96.6



Det



Pulse



Pulse



Pulse



Pulse



99.7



91.4



90.5



94.3



94.1



90.6



94.3



99.6



95.5



91.1



93.2



98.9



7.33



6.83



8.08



3.92



ISTD Recovery%



97.1



95.4



102.0



101.0



92.0



0.64



0.31



1.15



0.90



0.63



7.88



0.70



1.97



1.04



0.12



1.24



0.59



259,179.23



2,576,844.20



4,726,779.67



RSD(%)



0.74



1.27



1.53



1.26



1.32



1.36



982,638.82



3,592,574.72



364,051.73



2,430,153.79



230,975.94



171,670.78



565,887.37



3,450,476.41



152,697.64



105,473.58



158,986.82



2,572,409.62



CPS



1,475,158.86



2,829,755.58



614,346.23



846,967.10



3,880,194.11



3,889,393.71



6,288,433.66
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2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.771E-03



9.185E-05



1,740.12



23.73



9.49



21.63



ug/l



ug/l



0.414



0.111
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3
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0.30
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0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.562E-03



8.515E-03



1.109E-01



3.064E-02



1.318E-03



1.902E-05



1.059E+00



2.503E-04



9.966E-03



1.837E-02



8.297E-02



2.020E+00



3.065E-04



1.655E-03



4.305E+01



3.489E+00



1.366E-02



2.573E+00



7.962E-05



1.300E-03



3.821E-04



8.659E-03



3.927E-04



4.268E-04



Ratio



5.320E-05



4.057E-02



2.223E+00



4.043E-01



4.556E-04



16,736.47



4,626.27



199.00



18.74



1,504.53



2,772.50



12,525.95



304,979.21



235.85



1,285.63



6,499,704.46



526,707.74



2,062.38



388,468.48



159,864.92



37.78



2,393.63



54,262.55



1,356.79



1,476.81



1,060.09



5,724.04



CPS



78.67



60,043.60



6,275,736.78



1,558,838.83



1,756.84



310.01



5,071.93



28.27



1.68



-6.72



3.53



4.47



-231.66



0.74



12.13



3.26



11.24



1.08



0.89



4.93



4.10



1.65



1.44



5.10



1.45



25.77



23.99



5.49



0.90



9.32



8.03



RSD(%)



262.31



0.91



1.22



0.40



0.50



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.023



0.570



-0.620



3.794



0.484



-0.006



13193.186



0.365



0.420



0.516



5.933



88.296



0.108



0.131



10422.268



1764.786



14.697



1647.208



0.020



0.384



0.142



14.179



0.054



0.132



Conc



0.002



22.576



13509.183



67.382



0.338
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 18:56



Sample Name jc97328-1f



Sample Type Sample



File Name 068SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3
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0.30
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0.10



0.10



0.30



0.30



Time(sec)
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0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



99.3



105.2



105.5



95.6



98.6



Det



Pulse



Pulse



Pulse



Pulse



98.8



91.8



90.5



93.8



93.4



90.2



94.6



99.2



95.0



91.4



92.2



98.6



0.07



0.41



0.89



0.65



ISTD Recovery%



97.4



95.2



101.1



101.0



91.5



0.59



0.45



0.55



0.28



0.50



0.44



1.56



1.83



2.37



0.93



0.19



1.13



268,767.80



2,701,508.92



4,826,460.78



RSD(%)



1.02



1.74



1.70



0.92



2.13



1.84



983,340.53



3,574,424.86



361,367.28



2,419,749.83



239,226.00



176,853.51



563,361.12



3,459,479.64



150,986.17



105,105.47



157,498.23



2,585,461.08



CPS



1,479,934.84



2,823,297.87



608,970.51



846,629.18



3,855,841.09



3,903,136.35



6,266,071.37



Tb
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Sc



Ge
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Rh
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2



3



3



3



3



3



2



2



2



2
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2



1



1



1



1



1
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ISTD Table



Tune



1



1



1



1



Element
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3



3



0.30



5.00



Pulse



Pulse



1.679E-03



1.243E-04



1,651.22



33.40



16.37



28.97



ug/l



ug/l



0.376



0.184
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10
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0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.868E-03



8.142E-03



9.448E-02



2.389E-02



8.303E-04



1.918E-05



1.070E+00



3.035E-04



1.066E-02



1.744E-02



6.814E-02



2.018E+00



2.896E-04



1.376E-03



4.311E+01



3.548E+00



1.341E-02



2.607E+00



8.531E-05



9.471E-04



2.486E-04



8.584E-03



5.386E-05



3.575E-04



Ratio



3.585E-05



3.851E-02



2.234E+00



4.102E-01



3.956E-04



14,182.94



3,584.88



124.67



18.77



1,598.99



2,616.91



10,227.74



302,912.01



280.30



1,222.29



6,470,570.85



532,588.02



2,013.48



391,334.13



160,609.21



45.55



1,556.81



53,750.76



186.68



1,236.78



1,003.41



4,763.86



CPS



53.33



57,207.60



6,305,445.53



1,575,920.50



1,520.13



333.35



3,693.93



9.57



2.12



-3.00



10.67



5.96



-118.78



0.41



25.87



11.31



3.90



0.98



2.12



12.40



4.61



0.30



1.08



3.05



0.81



41.61



24.13



21.62



2.24



112.18



33.27



RSD(%)



-68.81



2.08



2.57



0.57



7.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.030



0.538



-1.127



2.272



0.288



-0.005



13331.731



0.452



0.453



0.480



4.862



88.211



0.099



0.100



10435.585



1794.947



14.321



1669.722



0.022



0.196



0.051



14.056



0.002



0.102



Conc



-0.006



21.167



13578.488



68.358



0.287
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:01



Sample Name jc97328-3f



Sample Type Sample



File Name 069SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Time(sec)
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Pulse



Pulse



Pulse



99.8



105.1



104.8



96.6



98.8



Det



Pulse



Pulse



Pulse



Pulse



98.1



91.5



90.0



93.9



93.7



91.0



94.7



99.2



95.5



91.5



91.6



96.9



0.73



0.89



0.33



0.25



ISTD Recovery%



97.8



95.2



101.9



100.2



91.1



0.23



0.40



0.56



0.65



0.72



0.38



0.82



1.31



2.06



0.84



0.70



0.42



266,931.14



2,729,629.20



4,836,085.09



RSD(%)



0.89



0.84



0.93



0.92



1.76



1.77



977,713.95



3,578,505.27



362,628.88



2,439,927.47



240,435.47



176,688.57



565,774.82



3,463,192.45



150,108.62



103,343.07



156,320.90



2,575,368.37



CPS



1,485,731.56



2,822,365.06



614,074.51



840,501.84



3,842,432.75



3,904,162.72



6,261,247.83
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2
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3



3
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2
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2
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1



1



1
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ISTD Table



Tune



1



1



1



1



Element



Li
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Ge



3



3



0.30



5.00



Pulse



Pulse



1.342E-03



6.775E-05



1,312.30



18.07



19.34



44.82



ug/l



ug/l
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0.057



2



3



Sn



Se



Page 2 of 2 Printed at: 11:33 AM on:11/4/2019



Raw Data MA47741    page 188 of 289



Inst QC: MA47741



290 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30
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1.00
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0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



1.746E-03



8.011E-03



1.034E-01



2.111E-02



8.853E-04



1.359E-05



1.048E+00



3.267E-04



1.018E-02



1.915E-02



9.200E-02



2.058E+00



2.150E-04



1.027E-03



4.245E+01



3.397E+00



1.827E-02



2.562E+00



5.326E-05



1.080E-03



2.921E-04



8.280E-03



1.023E-04



2.642E-04



Ratio



4.261E-05



3.489E-02



2.237E+00



4.036E-01



4.955E-04



15,489.67



3,161.46



132.67



13.17



1,524.54



2,869.18



13,782.56



308,210.44



261.40



1,200.06



6,357,570.16



508,797.48



2,735.82



383,698.86



157,045.24



48.89



1,843.53



52,246.28



353.36



913.41



740.06



3,547.02



CPS



62.67



51,306.28



6,254,820.53



1,552,671.69



1,906.87



206.68



4,184.05



11.73



1.64



-5.68



12.79



8.23



-89.97



0.96



28.83



3.95



8.95



2.30



0.64



31.93



10.79



1.71



1.55



4.74



1.43



70.24



18.61



46.60



0.88



11.45



28.89



RSD(%)



-26.81



2.65



1.36



0.67
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ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.027



0.527



-0.851



1.646



0.310



-0.010



13063.003



0.490



0.430



0.545



6.586



90.015



0.062



0.062



10275.255



1718.289



21.628



1639.627



0.011



0.267



0.081



13.558



0.009



0.062



Conc



-0.003



18.694



13593.037



67.261



0.372
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0.56



0.87



263,083.97



2,704,543.64



4,800,030.64



RSD(%)



0.96



1.20



1.21



1.17



0.96



1.49



971,399.61



3,547,319.72



359,635.14



2,409,220.94



237,966.34



173,410.81



563,788.96



3,450,377.03



149,798.12



103,667.20



156,662.05



2,548,421.36



CPS



1,470,906.50



2,796,122.04



608,002.56



837,693.95



3,847,439.74



3,871,198.32



6,309,490.74



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.272E-03



7.653E-05



1,235.62



20.13



12.11



42.94



ug/l



ug/l



0.208



0.077



2



3



Sn



Se



Page 2 of 2 Printed at: 11:34 AM on:11/4/2019



Raw Data MA47741    page 190 of 289



Inst QC: MA47741



292 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.271E-03



6.107E-05



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse
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3.182E+00



3.646E-05
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2,508.00
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ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.055



0.703



-1.235



2.255



0.474



-0.018



15952.191



0.103



0.903



0.464



29.730



261.894



0.155



0.136



14113.954



2439.781



10.118



2067.758



0.010



0.365



0.071



17.474



0.006



0.137



Conc



-0.011



66.096



16511.683



86.800



0.365



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:21



Sample Name jc97328-7f



Sample Type Sample



File Name 073SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



97.6



102.7



102.6



94.9



98.4



Det



Pulse



Pulse



Pulse



Pulse



97.0



90.1



88.8



92.3



92.3



88.6



92.7



98.3



93.6



89.0



90.1



95.6



0.55



1.47



0.71



0.84



ISTD Recovery%



96.2



93.6



99.7



98.3



90.2



0.78



0.30



0.54



0.50



0.56



0.22



0.96



1.50



2.04



0.31



0.30



0.96



261,453.74



2,681,629.34



4,815,896.75



RSD(%)



1.21



1.07



1.85



1.84



1.07



1.51



964,251.38



3,518,229.72



357,064.25



2,376,522.89



235,090.86



172,685.62



554,836.11



3,368,876.51



147,596.16



101,908.76



154,632.30



2,537,465.11



CPS



1,462,221.91



2,776,046.00



600,307.22



824,602.30



3,801,429.11



3,825,264.19



6,204,908.03



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



1.508E-03



8.453E-05



1,454.53



22.07



11.31



32.30



ug/l



ug/l



0.306



0.095



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.353E+00



1.169E+00



3.263E+00



4.615E-01



2.506E-01



1.127E-01



8.400E-01



6.281E-02



2.087E+00



2.699E+00



1.417E+00



2.278E+02



2.071E-01



9.425E-01



4.298E+01



1.964E+01



6.689E+00



1.505E+01



3.119E-01



1.926E-01



1.460E-01



5.988E-02



6.752E-01



2.341E-01



Ratio



2.171E-01



3.187E-01



1.659E+00



6.444E-01



1.233E-01



494,449.60



69,925.05



37,976.28



110,078.95



316,173.05



408,948.88



214,728.94



34,513,886.41



659,642.10



177,097.39



6,512,326.96



2,975,483.77



1,013,506.49



2,280,824.43



127,277.60



9,518.40



879,124.41



360,636.62



2,249,250.07



779,962.83



689,889.31



3,139,392.43



CPS



312,172.92



458,148.18



4,579,681.49



2,405,904.13



460,212.96



1,171,007.38



722,955.56



1.05



0.80



1.05



1.38



1.04



0.87



0.43



2.96



0.45



0.55



0.20



0.46



0.31



0.31



1.24



0.34



0.42



0.22



0.96



0.41



1.33



1.04



0.56



0.68



RSD(%)



0.66



1.27



0.54



0.17



0.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.479



50.090



48.448



50.429



50.144



51.134



5230.743



51.300



50.756



50.903



51.152



5211.196



51.621



51.688



5202.261



4971.573



5032.549



4956.536



50.635



51.292



49.580



49.092



51.987



50.977



Conc



51.199



106.195



5030.391



53.706



52.432



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 19:26



Sample Name CCVA



Sample Type CCV



File Name 074_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.1



93.5



93.7



92.1



95.1



Det



Pulse



Pulse



Pulse



Pulse



92.1



90.6



90.0



92.4



91.9



88.5



91.0



95.4



91.2



88.0



92.5



91.3



0.86



0.68



0.71



0.12



ISTD Recovery%



94.6



93.1



91.4



91.9



88.6



0.95



0.67



0.82



0.99



0.79



0.22



0.67



1.21



1.35



0.50



0.24



0.94



238,704.39



2,600,387.33



4,652,626.90



RSD(%)



0.93



0.78



0.42



0.45



1.62



1.06



977,122.55



3,519,880.00



355,453.10



2,374,306.50



229,247.08



157,143.42



540,719.32



3,330,983.80



151,529.57



97,361.26



146,777.52



2,551,468.78



CPS



1,437,852.88



2,761,246.11



550,544.08



770,681.91



3,733,707.13



3,754,259.78



6,022,799.08



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.443E-01



1.785E-01



238,757.44



42,604.04



0.27



0.30



ug/l



ug/l



50.241



199.992



2



3



Sn



Se
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.037E-03



1.928E-03



1.456E-05



2.132E-03



4.723E-03



9.488E-04



9.376E-02



1.858E-04



7.791E-04



7.565E-02



3.913E-03



2.891E-03



8.483E-02



8.340E-05



8.469E-04



4.580E-04



3.633E-05



2.096E-04



1.890E-04



Ratio



8.957E-05



1.971E-02



1.051E-02



5.355E-04



2.906E-04



324.45



718.91



144.45



14,271.30



157.74



11,512.93



595.57



440.01



12,911.78



293.34



2.22



2,770.37



220.01



706.72



636.71



626.71



2,626.88



CPS



129.33



28,457.56



28,839.34



2,046.89



1,113.42



313.35



3,177.14



70.03



145.87



-100.28



14.87



-6265.21



90.68



36.26



25.85



15.74



-420.08



-116.09



-21.66



-124.90



29.87



34.71



14.73



27.86



6.90



37.33



RSD(%)



9.83



4.10



-30.20



15.26



26.34



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.005



1.404



-0.010



0.019



0.000



0.004



0.059



0.024



0.017



-0.084



-0.081



-0.760



-0.488



0.010



0.071



0.097



0.019



0.013



0.014



Conc



0.010



4.168



-2.824



0.029



0.099



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 19:31



Sample Name CCB



Sample Type CCB



File Name 075_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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Quantitation Report



3



30.30



0.30Pulse



Pulse2.372E-03



3.257E-024,957.48



361.1228.54



-0.34ug/l



ug/l0.021



-1.5212



2Ni



Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.9



93.3



93.4



93.5



94.8



Det



Pulse



Pulse



Pulse



Pulse



91.9



91.6



89.9



90.8



91.1



89.8



90.9



95.8



89.5



89.0



92.9



91.1



0.81



0.41



0.52



0.47



ISTD Recovery%



95.0



92.5



91.8



90.7



90.7



0.17



0.30



0.79



0.37



0.38



1.26



0.92



0.55



1.44



0.52



0.36



0.71



238,064.62



2,641,626.49



4,640,998.15



RSD(%)



0.58



0.52



1.32



1.65



1.78



1.57



976,608.59



3,461,788.89



352,591.51



2,409,601.08



226,261.70



156,791.95



530,390.92



3,370,084.74



152,209.10



97,155.72



146,531.99



2,579,147.26



CPS



1,443,807.64



2,743,682.15



552,875.84



760,761.89



3,821,867.34



3,747,978.85



6,051,781.58



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.369E-03



9.495E-05



7.495E-03



1.926E-04



2.949E-05



Ratio



1,141.17



29.33



28.77



1,336.74



22.60



CPS



13.67



17.30



-9.87



49.70



274.38



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.124



0.059



-0.711



0.017



0.002



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



5.00



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-03



1.552E-04



Det



Pulse



Pulse



Analog



Analog



Pulse



Pulse



Pulse



4.770E-02



1.099E-01



1.322E-01



3.952E-02



7.367E-02



8.593E-05



5.490E+00



2.865E-03



1.256E-01



3.896E-01



7.066E-01



1.409E+01



1.218E-03



5.682E-03



1.405E+02



1.268E+01



6.140E-01



1.249E+01



1.318E-04



1.792E-03



1.209E-03



2.695E-02



2.999E-04



1.426E-03



Ratio



6.752E-05



1.988E-01



5.813E+00



6.861E+01



8.415E-03



19,454.99



5,814.44



10,837.29



81.50



2,449.12



39.87



18,483.79



57,327.76



103,952.98



2,072,799.64



7,018.21



16,168.11



20,675,869.18



1,865,499.09



90,353.52



1,837,476.80
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.304E+00



8.829E-01



2.492E+00



3.321E-01



1.816E-01



8.388E-02



3.406E-01



4.733E-02



1.586E+00



2.032E+00



1.067E+00



9.175E+01



1.621E-01



7.379E-01



1.631E+01



7.730E+00



2.598E+00



5.908E+00



2.325E-01



1.483E-01



1.093E-01



4.420E-02



5.082E-01



1.835E-01



Ratio



1.609E-01



1.385E-01



6.643E-01



4.744E-01



9.342E-02



371,280.23



49,480.11



27,055.32



80,895.74



236,223.98



302,789.53



159,030.15



13,669,261.68



492,241.09



131,543.84



2,430,334.77



1,151,739.64



387,128.85



880,130.55



50,743.83



7,050.47



679,202.02



274,778.28



1,740,177.32



628,492.32



555,099.99



2,526,925.94



CPS



233,497.02



200,958.73



1,835,439.50



1,815,175.34



357,420.83



883,902.28



563,675.64



1.84



0.91



1.00



1.81



0.52



0.96



2.78



3.75



1.60



1.09



1.93



1.93



0.68



0.31



1.67



0.97



1.21



1.69



0.46



0.77



3.43



2.66



0.36



0.86



RSD(%)



1.57



1.81



0.22



0.50



0.83



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l
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ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.620



75.636



73.039



71.713



72.646



76.139



4229.789



77.303



77.122



76.619



77.048



4195.961



80.797



80.928



3937.685



3913.079



3906.514



3855.944



75.475



78.909



74.196



72.472



78.247



79.907



Conc



75.885



89.413



3987.646



79.075



79.457
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:51



Sample Name mp18106-b1



Sample Type Sample



File Name 079SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3
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0.30
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0.10
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



98.2



101.4



101.0



94.1



97.2



Det



Pulse



Pulse



Pulse



Pulse



94.6



89.8



88.8



92.8



92.0



88.8



92.2



98.5



94.3



90.5



91.0



93.7



0.58



0.15



0.57



0.94



ISTD Recovery%



95.5



93.2



97.0



96.4



90.8



0.65



0.96



0.60



0.86



1.21



0.77



0.78



1.98



1.94



1.19



0.78



1.22



257,276.22



2,659,440.59



4,757,342.31



RSD(%)



0.70



1.40



2.40



0.89



1.04



1.65



964,397.94



3,535,358.61



356,067.61



2,383,217.75



236,684.88



170,347.38



558,823.65



3,424,465.47



149,001.61



99,880.86



150,764.73



2,527,702.54



CPS



1,451,069.08



2,763,164.23



584,500.82



808,424.65



3,825,997.24



3,802,179.40



6,216,958.03
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2
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ISTD Table



Tune



1



1



1
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Ge



3



3



0.30



5.00



Pulse



Pulse



1.909E-01



1.518E-01



184,072.45



39,067.26



0.45



0.25



ug/l



ug/l



78.423



340.290
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0.30
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0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.009E-01



1.483E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.297E+00



8.788E-01



2.593E+00



3.468E-01



4.005E+00



8.478E-02



7.270E-01



4.908E-02



1.584E+00



2.053E+00



1.274E+00



3.397E+02



1.627E-01



7.407E-01



2.823E+01



9.194E+00



2.624E+00



9.747E+00



2.367E-01



1.558E-01



1.099E-01



4.693E-02



5.112E-01



1.836E-01



Ratio



1.596E-01



1.512E-01



1.427E+00



6.330E-01



9.410E-02



381,202.35



50,998.05



588,773.25



80,719.14



191,232.70



38,905.08



232,879.41



301,843.00



187,253.20



49,938,342.46



484,836.43



129,204.68



4,150,994.97



1,351,823.04



385,826.98



1,433,117.10



106,891.06



7,216.10



684,634.29



292,314.69



1,740,638.51



625,181.28



553,816.57



2,521,683.09



1.65



0.84



CPS



227,798.94



215,773.75



3,947,600.98



2,378,450.12



353,642.20



891,975.25



587,056.06



0.29



1.03



0.49



0.30



1.22



0.69



1.48



2.34



0.63



0.70



2.05



2.51



0.50



0.69



1.01



0.84



1.09



0.85



0.09



1.04



0.29



1.85



0.52



1.06



RSD(%)



1.00



1.72



0.77



1.18



1.54
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ug/l



ug/l
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ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



82.541



332.259



Units
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.465



75.282



76.153



75.033



1603.065



76.954



9051.979



80.163



77.035



77.397



91.941



15544.541



81.082



81.234



6828.404



4654.511



3945.328



6399.118



76.844



82.932



74.644



76.943



78.721



79.947



Conc



75.254



98.067



8648.232



105.512



80.039



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 19:56



Sample Name mp18106-s1



Sample Type Sample



File Name 080SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3
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3



3
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0.30



0.30
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0.10
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0.10
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Pulse
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Pulse
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Pulse



Pulse
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Pulse



Pulse



Pulse



97.9



102.6



103.0



93.2



97.0



Pulse



Pulse



Pulse



96.6



89.6



87.7



92.0



91.6



88.4



91.4



98.6



94.4



89.9



89.8



96.6



1.16



0.96



0.77



0.57



93.3



99.3



98.1



89.1



0.13



0.63



0.05



1.22



1.32



0.38



1.08



2.55



2.26



0.90



0.93



1.11



262,411.67



2,632,456.22



4,746,092.73



1.05



1.01



1.26



1.50



1.73



952,162.89



3,504,502.50



354,429.66



2,371,825.95



235,915.80



172,481.72



559,382.36



3,404,512.87



147,037.64



103,046.80



154,001.03



2,522,348.16



2,765,711.21



598,293.52



822,453.77



3,757,738.80



3,768,438.43



6,227,963.66
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Rep
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3
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3
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0.30



0.30



0.30
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0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.150E-01



1.602E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.673E+00



9.829E-01



2.878E+00



3.861E-01



4.394E+00



9.231E-02



8.035E-01



5.373E-02



1.759E+00



2.287E+00



1.421E+00



3.718E+02



1.639E-01



7.490E-01



3.098E+01



1.018E+01



2.939E+00



1.074E+01



2.339E-01



1.533E-01



1.114E-01



4.803E-02



5.173E-01



1.864E-01



Ratio



1.619E-01



1.521E-01



1.435E+00



6.392E-01



9.591E-02



388,193.86



51,978.80



592,117.77



80,480.90



187,349.38



39,364.84



237,049.88



308,114.28



191,444.24



50,095,936.90



495,076.21



132,343.04



4,174,479.14



1,371,872.34



395,973.73



1,446,365.15



108,250.45



7,253.91



689,154.97



297,099.28



1,756,371.28



632,798.60



556,276.11



2,542,807.08



14.01



7.05



CPS



231,306.73



217,308.33



3,952,232.75



2,409,577.20



361,498.76



889,705.64



583,027.10



12.52



13.90



12.04



14.59



12.80



13.49



13.10



10.70



12.56



12.91



13.38



13.06



1.14



0.44



12.71



12.14



13.02



13.25



0.46



1.40



3.23



1.90



0.53



0.68



RSD(%)



0.76



1.88



0.14



1.19



0.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



88.365



359.050



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



85.182



84.225



84.980



83.876



1759.059



83.796



10006.586



87.766



85.558



86.233



102.614



17017.328



81.675



82.143



7493.931



5151.681



4419.386



7054.520



75.939



81.586



75.660



78.750



79.661



81.150



Conc



76.347



98.705



8696.902



106.552



81.579
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:01



Sample Name mp18106-s2



Sample Type Sample



File Name 081SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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86.6



92.5
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90.9



82.5



81.1



85.7



85.0



82.3



92.2



98.0



94.0



89.7



83.1



90.1



6.76



7.18



8.77



4.08



92.9



99.1



98.5



89.4



11.42



11.45



10.86



11.46



10.09



8.57



0.66



1.56



1.87



11.20



9.44



8.37



246,520.47



2,445,084.56



4,524,751.90



0.65



1.16



2.13



1.19



1.69



880,890.35



3,265,486.12



328,887.59



2,207,474.77



218,321.73



161,474.64



557,153.51



3,395,157.86



136,049.58



96,082.48



144,826.83



2,322,941.99



2,753,719.44



597,034.05



826,017.98



3,769,228.80



3,803,824.93



6,186,010.11
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3.454E-04



21,830.15



4,447.33



544,579.46
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19,679.87
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0.94



28.46



13.28



10.84



2.84



4.79



4.30



RSD(%)



-266.34



0.65



0.61



0.78



17.76



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.325



0.131



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.176



0.358



0.591



3.778



1498.061



-0.002



4727.123



0.878



0.213



0.658



14.898



11294.289



0.396



0.416



2827.580



703.242



21.288



2508.104



0.035



0.373



0.124



5.161



0.036



0.414



Conc



-0.003



15.911



4591.100



24.572



0.244



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point
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Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:06



Sample Name jc97513-19



Sample Type Sample



File Name 082SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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1.038E-04
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807.81



6,475.79



7,463,280.26
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1,196.77
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Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/1/2019 20:11



Sample Name mp18106-sd1



Sample Type Sample



File Name 083SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.14



1.28



1.56



1.42



2.17



1.94



994,884.33



3,502,178.26



351,547.45



2,429,711.64



230,209.47
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3,432,612.66
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2,572,378.99
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Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



7.642E-04



3.718E-04



760.03



88.87



-951.15



7.97



ug/l



ug/l



-0.007



3.695



2



3



Sn



Se



Page 2 of 2 Printed at: 11:38 AM on:11/4/2019



Raw Data MA47741    page 224 of 289



Inst QC: MA47741



326 of 555



JC97617



7
7.1











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



1.426E-01



1.021E-01



2.213E-01



6.108E+00



2.123E-02



2.431E-02



4.906E-01



4.801E-03
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5.521E-04
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Ratio



6.134E-05



3.717E-02



6.941E-01
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1.636E-03



32,404.32



894,411.11



3,108.97



23,102.04



7,292.82



20,770.94



60,805.87



5,906,035.04



20,886.36



14,955.83



4,328,826.22



239,262.75



34,118.34



620,685.63



71,839.64



702.35



2,053.55



84,497.26



1,883.53



14,304.14



12,105.45



56,815.04



CPS
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316.68



6,324.88



1.81



1.40



1.42
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0.79



0.78



3.91



1.33



31.53



5.82



17.42



2.49



13.98



0.04



RSD(%)



129.08



1.65



1.02



1.16



3.10



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l
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1842.223



1.723



1.776
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:16



Sample Name jc97513-22



Sample Type Sample



File Name 084SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File
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Det
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95.4
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87.5
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ISTD Recovery%
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0.34
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1.03



1.74
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2,642,925.45



4,724,121.89
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0.29
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1.15
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3,473,664.65
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2,370,465.81



232,781.60



171,745.57



550,034.99



3,413,388.18



146,429.14



100,645.56



152,051.10



2,511,731.22



CPS



1,413,331.65



2,728,537.36



582,149.20



794,969.44



3,773,386.92



3,735,807.37



6,186,802.20



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.059E-03



9.886E-05



1,956.81



25.60



6.74



13.34



ug/l



ug/l



0.533



0.127



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



1.331E-01



6.951E-02



2.132E-01



5.983E+00



1.967E-02



2.386E-02



4.809E-01



2.761E-03



4.804E-02



6.649E-02



4.018E-01



3.284E+01



3.436E-03



1.554E-02



2.819E+01



1.521E+00



1.742E-01



4.093E+00



7.206E-05



1.420E-03



1.028E-03



1.304E-02



7.392E-04



3.998E-03



Ratio



6.962E-05



3.666E-02



6.818E-01



3.600E+00



2.334E-03



31,150.81



874,163.39



2,873.93



22,630.10



7,020.47



9,715.19



58,712.87



4,798,355.78



19,444.24



10,156.60



4,118,262.48



222,240.50



25,454.91



598,086.09



70,258.33



403.34



6,411.58



81,307.55



2,500.34



13,533.43



11,628.43



52,578.21



CPS



98.67



51,913.01



1,851,916.69



13,490,633.13



8,746.08



270.02



5,334.50



2.43



2.20



4.51



1.29



0.75



1.07



1.52



7.08



1.76



2.74



0.58



0.71



3.48



3.40



1.15



1.39



2.81



0.63



29.91



13.80



4.63



1.75



8.58



0.70



RSD(%)



41.83



2.25



0.51



1.31



1.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



3.073



5.807



2.546



1344.794



7.829



21.640



5979.811



4.467



2.273



2.334



28.966



1499.099



1.669



1.654



6816.963



768.231



256.450



2654.106



0.017



0.448



0.582



21.362



0.107



1.688



Conc



0.010



19.905



4095.052



600.223



1.937



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 20:21



Sample Name jc97513-23



Sample Type Sample



File Name 085SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



95.7



102.0



101.1



93.5



96.6



Det



Pulse



Pulse



Pulse



Pulse



95.0



89.2



87.3



91.5



91.3



88.9



91.1



98.8



92.5



89.4



89.2



94.0



0.97



0.52



0.55



0.37



ISTD Recovery%



93.2



91.6



97.3



96.7



88.9



0.49



0.35



0.42



0.22



0.86



0.17



1.12



1.76



1.90



0.78



0.81



1.30



257,581.78



2,640,297.67



4,728,857.03



RSD(%)



1.47



1.29



2.73



3.20



1.41



1.73



948,518.59



3,487,620.28



353,163.11



2,384,882.89



230,612.98



171,354.97



548,180.11



3,385,145.89



146,121.17



100,230.49



151,488.05



2,511,645.32



CPS



1,416,357.26



2,716,059.86



586,194.33



810,631.94



3,747,584.42



3,755,447.34



6,236,200.95



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.028E-03



1.089E-04



1,923.48



28.07



7.29



27.24



ug/l



ug/l



0.520



0.150



2



3



Sn



Se
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.309E+00



1.157E+00



3.227E+00



4.560E-01



2.495E-01



1.118E-01



8.381E-01



6.134E-02



2.069E+00



2.672E+00



1.406E+00



2.298E+02



2.065E-01



9.406E-01



4.329E+01



1.957E+01



6.652E+00



1.487E+01



3.089E-01



1.896E-01



1.444E-01



5.862E-02



6.782E-01



2.332E-01



Ratio



2.185E-01



3.136E-01



1.645E+00



6.412E-01



1.237E-01



491,143.35



69,399.26



37,973.57



108,794.07



314,953.02



406,621.60



214,039.76



34,978,780.83



655,763.46



176,073.45



6,588,996.68



2,977,502.66



1,012,370.69



2,262,949.98



127,557.18



9,331.61



889,150.82



360,855.14



2,275,957.05



782,678.22



693,148.68



3,156,603.80



CPS



315,484.95



452,831.09



4,631,135.35



2,430,467.78



468,978.34



1,178,363.24



723,184.37



1.54



0.93



2.12



1.91



2.40



1.00



1.22



5.19



1.86



0.92



1.48



1.11



0.52



0.35



1.85



2.33



2.08



2.00



1.71



0.88



0.57



1.04



1.02



1.36



RSD(%)



0.99



1.61



0.29



0.38



0.50



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



49.961



49.578



47.893



49.814



49.925



50.768



5218.951



50.094



50.338



50.389



50.765



5258.145



51.479



51.584



5240.670



4953.705



5005.115



4896.123



50.141



50.490



49.056



48.056



52.213



50.779



Conc



51.519



104.463



4989.606



53.441



52.627



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 20:26



Sample Name CCVA



Sample Type CCV



File Name 086_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.5



91.4



92.6



90.7



94.0



Det



Pulse



Pulse



Pulse



Pulse



91.4



90.1



89.6



91.7



91.6



88.1



92.5



97.5



92.7



88.7



92.9



90.8



1.14



1.30



0.94



1.08



ISTD Recovery%



95.0



94.9



93.4



93.4



89.9



0.29



0.62



0.33



0.21



0.53



0.70



0.79



1.78



1.93



1.48



0.49



1.17



235,858.61



2,561,642.40



4,600,540.23



RSD(%)



0.42



1.02



1.61



1.56



1.53



1.69



972,661.31



3,493,346.87



354,340.86



2,363,665.60



225,419.58



153,607.46



549,475.80



3,356,152.55



152,214.86



96,812.31



145,744.49



2,535,704.76



CPS



1,444,024.31



2,815,045.69



562,834.04



783,067.70



3,790,571.51



3,815,066.89



6,156,091.99



Tb



Mass



Ho



Bi



Sc



Ge



Ge



Rh



Sc



Ge



Ge



Rh



In



Tb



Ge



Rh



In



Tb



Ho



Bi



2



3



3



3



3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



0.30



5.00



Pulse



Pulse



2.443E-01



1.791E-01



237,596.09



42,238.02



0.94



0.99



ug/l



ug/l



50.226



200.682



2



3



Sn



Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.181E-03



1.698E-03



3.698E-05



1.461E-03



4.694E-03



1.056E-03



8.937E-02



2.158E-04



9.304E-04



7.451E-02



3.816E-03



2.642E-03



8.526E-02



1.079E-04



8.874E-04



4.551E-04



4.623E-05



2.696E-04



2.137E-04



Ratio



1.259E-04



1.464E-02



1.030E-02



6.725E-04



3.194E-04



220.00



706.69



158.89



13,455.87



177.74



11,218.28



574.46



397.79



12,836.19



255.56



5.56



2,853.72



290.02



930.09



730.06



733.39



3,176.98



CPS



178.67



20,730.87



29,029.48



2,627.01



1,240.11



440.03



3,540.55



4.54



-3387.26



344.43



101.13



-229.38



83.49



-121.06



10.58



46.73



-80.59



-91.19



-2.52



-208.32



23.18



12.87



16.40



20.12



61.88



57.65



RSD(%)



49.79



4.07



-40.03



14.88



5.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.007



-0.032



0.008



0.003



-0.001



0.008



-0.041



0.031



0.026



-0.222



-0.105



-0.948



-0.348



0.014



0.082



0.096



0.027



0.018



0.020



Conc



0.018



2.436



-3.458



0.040



0.111



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 20:31



Sample Name CCB



Sample Type CCB



File Name 087_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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30.30



0.30Pulse



Pulse2.125E-03



2.801E-024,217.26



320.01156.92



-1.16ug/l



ug/l0.011



-1.5912
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Cu
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



Rep



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.30



0.30



Time(sec)



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Analog



Pulse



Pulse



Pulse



93.2



91.4



92.2



91.4



93.1



Det



Pulse



Pulse



Pulse



Pulse



90.8



90.2



89.4



89.6



89.6



88.7



97.1



99.0



92.1



89.6



91.9



89.6



0.70



0.51



1.11



1.07



ISTD Recovery%



93.2



95.1



91.1



90.3



92.3



0.52



0.60



0.83



0.48



0.69



1.04



6.09



7.20



5.29



0.36



0.26
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Units



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



48.664



48.164



46.624



49.070



48.865



50.361



5165.283



49.775



49.442



49.502



49.927



5093.279



51.267



51.431



5126.150



4923.731



4980.004



4872.861



50.437



50.875



47.531



47.232



51.840



50.827
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52.269



104.044



4981.758



53.316



52.316
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 21:17



Sample Name CCVA



Sample Type CCV



File Name 096_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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3



3



3
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Pulse
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Pulse
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92.0



89.4



93.6
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Pulse
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92.0



88.8



89.3



91.1



91.0



87.6



90.9



98.6



92.1



88.1



94.5



91.4



1.28



0.13



0.43



0.74



ISTD Recovery%



93.1



93.9



91.8



92.1



89.3



1.48



0.63



0.62



0.94



0.29



1.56



0.33



1.63



1.44



0.12



0.55



1.32



234,403.36



2,525,586.71



4,580,026.49



RSD(%)



0.79



1.69



1.72



2.34



1.97



1.84



969,475.25



3,472,063.47



351,887.56



2,350,833.38



229,317.82



153,763.07



545,729.97



3,333,712.14



154,720.17



97,468.63



146,616.43



2,501,207.12



CPS



1,414,292.69



2,785,273.29



552,988.53



771,933.63



3,764,728.90



3,747,613.00



6,225,382.41
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Time(sec)
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Pulse
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.546E-04



1.926E-03



1.472E-05



1.453E-03



4.947E-03



1.136E-03



9.936E-02



1.491E-04



7.314E-04



7.229E-02



4.095E-03



2.788E-03



8.128E-02



8.859E-05



8.362E-04



4.021E-04



3.257E-05



2.097E-04



1.971E-04



Ratio



7.597E-05



1.138E-02



1.023E-02



6.054E-04



2.773E-04



218.89



745.58



171.12



14,975.01



128.85



10,893.62



616.69



420.01



12,247.95



290.01



2.22



2,473.64



200.01



696.72



656.71



496.70



2,436.89



CPS



106.67



15,976.75



27,840.87



2,283.61



1,046.74



330.02



3,123.80



67.60



117.38



-102.80



178.50



129.43



81.12



30.47



23.46



33.21



-53.91



-442.45



-34.32



-37.13



33.11



9.20



19.65



32.32



22.84



42.68



RSD(%)



14.40



10.81



-28.90



7.86
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ug/l
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ug/l



ug/l



ug/l



ug/l
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ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



1.390



-0.010



0.003



0.004



0.011



0.187



0.015



0.015



-0.491



-0.035



-0.838



-1.665



0.011



0.068



0.078



0.016



0.013



0.016
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0.035
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/1/2019 21:22



Sample Name CCB



Sample Type CCB



File Name 097_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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0.10
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Time(sec)
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



93.6



91.2



91.7



91.1



93.0



Det



Pulse



Pulse



Pulse



Pulse



90.3



89.9



89.1



89.0



88.5



87.9



90.5



97.3



88.9



87.9



92.0



89.7



0.28



0.75



0.44



0.36



ISTD Recovery%



92.4



91.8



89.5



89.2



89.5



0.29



0.63



0.92



0.50



0.29



0.22



1.14



1.48



1.83



0.75



1.20



0.46



233,590.54



2,572,751.15



4,551,110.79



RSD(%)



1.20



0.68



0.92



1.20



0.96



1.45



967,648.36



3,391,927.85



342,358.35



2,359,190.60



225,618.13



153,357.73



527,147.64



3,329,319.22



150,707.07



95,668.91



143,960.47



2,531,869.55



CPS



1,404,379.24



2,721,132.15



539,152.36



747,583.43



3,772,568.69



3,734,632.25



6,146,968.87



Tb
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3



3



3



3
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2
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2



2



2



1



1



1



1
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ISTD Table



Tune



1



1



1
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Element
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Ge



3



3



3



3
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Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.273E-03



9.019E-05



6.965E-03



2.567E-04



3.427E-05



Ratio



1,050.05



38.67



33.20



1,231.18



21.07



CPS



25.54



18.75



-7.85



18.12



96.45



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.104



0.054
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0.029



0.004
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0.30



0.30



0.30
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0.10



0.10



0.10



Time(sec)
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Pulse
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1.900E-02



Det



Pulse



Pulse



Pulse



Pulse



1.568E-02



2.543E-03



1.294E-01



1.336E-03



5.371E-03



1.658E-01



7.245E-03



4.233E-03



9.233E-02



5.025E-03



2.074E-04



4.649E-03



5.341E-04



1.061E-04



1.695E-04



1.457E-04



6.458E-04



1.649E-01



Ratio



3.604E-05



1.314E-02



1.570E-02



5.818E-03



3.086E-04



9.944E-05



1.532E-03



5.002E-04



776.70



23,983.27



2,746.94



30.00



672.25



2,266.85



367.79



18,716.33



193.29



2,170.17



23,840.24



1,047.83



612.26



13,353.24



726.69



5,637.95



3,103.76



3,313.85



356.69



570.04



490.03



CPS



50.67



18,479.33



41,994.01



21,795.55



1,156.77



366.69



9.39



44.71



31.04



10.59



22.41



43.32



5.53



22.16



18.78



11.51



1.78



26.43



36.19



25.09



1.31



7.50



182.30



8.90



30.74
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1.41
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ug/l



ug/l



0.300



1.081



1.170



0.295



0.161



0.414



0.124



1.751



0.018



0.020



21.465



1.526



0.499



3.993



41.461



0.508



0.223



0.854



0.010



0.020



0.028



Conc



-0.006



3.853



26.027
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Tune Step
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Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration



Last Calib 11/4/2019 9:50



Bkg File



Total Dilution 2.000



Operator Name admin



Acq Mode Spectrum



Comment web



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/1/2019 21:27



Sample Name jc97617-2



Sample Type Sample



File Name 098SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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89.2
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ISTD Recovery%
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94.9
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0.74
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0.63



0.54



1.48



0.33



1.45



1.54
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0.99



RSD(%)



0.63



0.68
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0.77



1.46



2,329,144.91



230,225.16
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255,173.25



2,612,712.53



4,627,704.54



98,393.26



148,308.02



2,489,638.79



936,056.14



3,409,434.87



345,054.48



3,746,362.76



3,679,386.46



6,204,147.20
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1,406,246.75



2,675,530.79
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Pulse
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1.756E-02



7.399E-03



2.006E-01



1.553E-03



5.980E-03



2.814E-01



4.172E-02



2.407E-02



9.193E-02



3.433E-02



1.752E-04



4.475E-03



6.118E-04



7.992E-05



1.571E-04



1.412E-04



6.290E-04



3.267E-01



Ratio



3.741E-05



1.210E-02



7.604E-02



6.669E-03



2.131E-04



9.103E-05



1.247E-03



4.593E-04



871.15



40,999.02



2,970.31



110.33



3.26



25.55



652.25



2,559.12



1,077.83



29,222.67



226.59



2,123.49



47,610.04



6,080.07



3,507.08



13,395.50



5,001.92



4,657.56
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7,786.37



5,103,336.88



474,604.23
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13.70



RSD(%)



30.51
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Prep Dilution 2.000
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File Name 102SMPL.d
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7.420E-01
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315,245.81
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194,897.38
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1,837,717.57
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225,726.76
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79.842
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Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 21:52



Sample Name mp18041-s1 4



Sample Type Sample



File Name 103SMPL.d
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1.59



1.22
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2,541,816.64



4,600,683.70
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1.61



1.23



922,112.64



3,384,885.42



343,158.27



2,287,912.62



227,537.56



165,753.29



545,244.56



3,316,569.01



143,707.25



95,937.21



143,881.20



2,412,835.11
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776,596.27
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1.612E-01
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Pulse
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5.141E+00



1.370E+00



2.994E+00



4.978E-01



1.846E-01



8.503E-02



8.250E-01



4.954E-02



1.591E+00



4.480E+01



2.206E+00



9.380E+01



1.640E-01



7.465E-01



4.897E+01



1.287E+01
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6.796E-02
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9.413E-01



9.699E-02
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70,567.79



26,168.91



77,542.00



179,367.08



40,037.59



225,534.16



6,350,253.77



312,776.91



13,296,980.30



728,784.35



194,178.89



6,942,911.67



1,825,064.65



378,460.70



1,211,163.95



116,957.70



7,022.68



664,348.70



417,252.63



1,709,458.36



608,536.49



539,980.15



2,458,695.39
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223,072.11



223,280.76



4,236,200.56



3,404,841.30
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0.89
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0.41



1.30
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0.60



1.54
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0.70



1.45
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1.39
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RSD(%)



0.73



0.57



0.54



1.06



0.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



80.819



361.259



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



119.223



117.435
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Total Dilution 2.000
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File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File
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163,856.38
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143,576.60
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3



3



2



2



2



2



2



2



1



1



1



1



1



2



ISTD Table



Tune



1



1



1



1



Element



Li



Sc



Ge



3



3



3



3



3



Rep



0.30



5.00



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.234E-03



9.822E-05



6.956E-03



2.157E-04



3.781E-05



Ratio



1,010.05



31.33



35.45



1,156.73



22.07



CPS



24.70



18.78



-12.36



48.48



125.37



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



0.096



0.063



-0.771



0.021



0.006



Conc



2



2



2



2



3



TuneISTDMass



Sn



Se



Zn



As



Cd



Element
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Inst QC: MA47741
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.920E+00



5.025E-01



6.035E-01



1.844E-01



5.656E-04



8.905E-05



4.879E-01



2.818E-04



5.702E-03



4.262E+01



1.138E+00



1.457E+00



3.910E-04



1.857E-03



2.997E+01



5.118E+00



5.497E-02



2.696E+00



1.231E-04



1.125E-03



3.468E-04



2.514E-02



1.063E-03



5.081E-04



Ratio



1.880E-03



4.612E-02



9.467E-01



4.505E-01



7.679E-04



85,710.69



26,184.46



80.33



81.99



810.03



6,053,146.70



161,615.33



206,948.18



272,730.34



71,354.75



4,256,606.64



726,908.93



7,806.34



382,950.89



69,285.19



40.00



2,123.56



153,985.58



3,467.23



1,656.85



1,276.79



6,060.77



CPS



2,544.23



62,425.62



2,503,020.90



1,636,536.48



2,790.37



453.36



4,140.72



0.30



1.83



1.12



1.13



8.20



25.85



0.85



18.93



14.03



0.38



0.50



0.40



11.70



8.15



1.10



0.57



2.47



0.16



32.02



11.85



10.64



1.84



1.22



13.11



RSD(%)



8.62



2.91



0.32



1.44



6.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



44.527



42.976



14.621



38.430



0.182



0.058



6067.163



0.416



0.212



1610.444



82.145



62.531



0.150



0.153



7250.533



2590.248



76.890



1728.917



0.034



0.291



0.118



41.212



0.157



0.168



Conc



0.864



26.360



5712.733



75.089



0.604



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/4/2019 9:50



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name admin



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/1/2019 22:17



Sample Name jc97283-1



Sample Type Sample



File Name 108SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\xa110119m2.b



Method File



Method Path
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NOTE: The remaining raw data for this batch is not relevant to this job. As such it has been omitted.



Inst QC: MA47741



391 of 555



JC97617



7
7.1











Current Signal



%



℃



TMP Revolution



Water Temp



100.0



17.8



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Reflected Power



2.54E+2



1.38E-4



3



V



V



V



-8.0



190



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-20



-58



13.6



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-155.0



-60



7.1



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.80



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



55.35



109.56



22.96



27.78



24.02



Integration Time [sec] 0.10



2.81



19.74



12.68



100.03



5.18



17.11



5.0



1.5



25.9



19.6



25.6



RSD [%]



3.35



2.73



2.62



2.34



4979.7



0.642 %



4.863 %



1.6



507.1



52.8



4



1



38



25



24



Avg. Count



2434.0



3773.2



6203.2



6630.8



4874



0.402 %



5.251 %



0



503



57



20



20



50



50



50



Count



2341



3709



6192



6475



10000



1



10



20



1000



100



95



107



121



137



208



Range



5000



5000



10000



10000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
7.2
-28
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



14.0



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-170.0
-75



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.80
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.685
0.761
0.727
0.753



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.750
0.756
0.729
0.759
0.735



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.00
206.00
206.95
207.95



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
8.95



23.95
24.95
25.95
58.95



8803
79440



126094
33838
30891
73296



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
11627
56582
7588



53570



458584



681964



193021



177446



419901



457252



683262



193867



178386



418633



Replicate 5



Count



71519



342575



45649



Replicate 4



Count



71037



343890



45384



5410253197



458534



679966



192910



178425



419328



454622



681757



192349



177122



418704



Replicate 3



Count



71025



343630



45476



676825



192998



177933



418365



Replicate 2



Count



70969



341821



45132



53069



206



207



208



Replicate 1



Count



70322



340160



44974



53126



454822



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



0.37
0.28
0.32
0.15



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



680755
193029
177862
418986



RSD%



(Actual)
0.60
0.44
0.60
0.81
0.42



115
206
207
208



Count 



(Mean)
70974



342415
45323
53413



456763



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\xa110319m1.b
Report Comment
Instrument Name G3281A  JP10340551
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JC97617



7
7.2











Quantitation Report



Ratio Det Time(sec) Rep



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.26



0.90



ISTD Recovery%



100.0



100.0



100.0



100.0



100.0



100.0



100.0



1.22



0.73



1.26



0.93



0.84



2.10



3.83



4.28



3.65



1.10



1.66



0.36



RSD(%)



1.07



1.89



4.21



2.08



3.61



160,295.21



1,004,792.39



92,489.03



42,015.55



285,865.84



400,090.31



2,418,809.70



105,237.04



86,584.14



1,400,338.56



494,065.67



1,612,622.50



CPS



971,552.32



2,325,754.49



614,798.62



3,051,437.45



2,997,445.84



4,027,174.32



402,962.36



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



3



3



ISTD Table



0.50



0.30



1.00



0.30



0.30



Pulse



Pulse



Pulse



Pulse



Pulse



2.396E-03



7.620E-05



2.231E-06



9.612E-04



6.207E-0426.00



252.23



8.00



1.10



474.46



10499.67



-4.70



773.92



---



---



ug/l



ug/l



ug/l



ug/l



ug/l0.014



0.000



0.000



0.000



-0.452



2



2



3



2



2



Cd



Sn



Se



Zn



As
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Inst QC: MA47752



403 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.459E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.800E-02



2.038E-02



1.139E-01



4.984E-02



2.043E-03



1.302E-03



4.618E-02



1.235E-03



4.102E-02



5.356E-02



2.783E-02



1.076E+00



2.032E-03



9.311E-03



2.099E+00



9.968E-01



4.282E-02



7.375E-01



2.932E-03



1.903E-02



6.411E-03



1.257E-03



6.637E-03



2.373E-03



Ratio



2.245E-03



1.137E-01



8.696E-02



6.140E-02



2.424E-03



12,002.05



5,251.07



215.33



644.22



12,165.70



4,321.84



5,642.33



2,932.57



113,421.69



4,004.77



2,146.87



221,147.03



105,026.74



4,511.91



77,713.35



4,866.48



130.00



25,812.56



5,061.19



15,940.68



5,698.18



4,881.17



22,365.37



1.99



CPS



2,218.88



112,361.72



203,622.21



186,773.10



7,368.94



8,769.90



56,909.78



2.67



4.88



4.99



2.66



3.00



6.75



3.29



16.65



3.80



2.70



4.77



0.76



5.74



3.95



1.45



1.41



2.03



0.14



3.13



0.58



1.08



2.31



5.04



3.89



RSD(%)



0.07



1.39



1.22



0.93



4.76



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.277



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.489



0.932



2.016



5.378



0.465



0.498



270.605



1.038



0.981



0.966



0.978



25.025



0.473



0.481



248.203



256.128



27.906



250.906



0.458



4.876



1.985



0.984



0.493



0.484



Conc



0.500



22.338



253.275



4.909



0.961



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 11:53



Sample Name STDB



Sample Type CalStd



File Name 004CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 7 of 133



Inst QC: MA47752



404 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.9



101.3



101.1



99.1



99.3



Det



Pulse



Pulse



Pulse



Pulse



100.1



100.6



100.3



100.1



100.8



100.0



2.08



ISTD Recovery%



101.7



100.7



101.4



99.7



99.7



100.0



100.0



99.4



1.26



1.51



1.02



0.43



1.05



0.84



3.69



4.98



0.94



0.45



0.86



0.99



42,496.99



283,232.52



397,336.80



RSD(%)



1.65



2.38



2.41



3.14



3.23



3.01



1,404,867.55



494,770.55



1,625,815.07



160,275.55



994,066.11



93,733.96



2,989,675.44



4,025,322.86



402,841.79



2,404,446.11



105,370.68



87,097.29



CPS



988,404.75



2,341,333.71



623,397.22



3,042,045.58



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.083E-0346.0027.57ug/l



Units



0.3653Se
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Inst QC: MA47752



405 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.953E-01



1.043E-01



2.834E-01



6.050E-02



2.159E-02



1.287E-02



9.054E-03



5.736E-03



1.923E-01



2.492E-01



1.440E-01



2.878E-01



2.052E-02



9.562E-02



1.515E-01



2.750E-02



4.015E-02



6.032E-02



3.215E-02



2.046E-02



1.670E-02



6.640E-03



6.628E-02



2.378E-02



Ratio



2.290E-02



2.644E-02



1.060E-02



6.364E-02



1.289E-02



29,974.95



6,399.33



2,283.87



6,300.15



12,604.97



20,346.16



26,357.44



15,234.05



30,449.20



41,811.00



11,035.64



16,025.86



2,909.22



4,247.36



6,380.42



957.82



606.69



67,113.49



26,674.74



161,106.11



57,817.07



49,879.88



232,385.68



1.83



CPS



22,408.50



25,875.42



24,635.96



193,218.24



39,124.49



95,273.35



60,646.42



2.37



2.22



1.03



2.28



4.41



1.87



1.99



5.32



2.08



0.89



0.96



1.38



3.01



1.60



3.22



2.68



1.44



9.59



2.39



0.89



1.75



1.71



1.83



3.04



RSD(%)



2.49



3.07



3.56



1.91



1.18



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.509



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



5.123



5.041



5.173



6.586



5.088



4.930



47.128



4.855



4.857



4.833



5.133



5.916



4.962



5.137



10.950



6.913



26.105



7.753



5.030



5.253



5.185



5.233



4.969



5.064



Conc



5.003



5.078



23.260



5.089



5.149



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 11:58



Sample Name STDC



Sample Type CalStd



File Name 005CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



406 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



99.4



99.2



97.4



97.0



Det



Pulse



Pulse



Pulse



Pulse



100.5



99.9



100.2



99.1



100.2



100.4



2.63



ISTD Recovery%



100.7



99.9



100.3



99.4



98.9



99.8



99.1



100.4



1.00



0.73



0.47



1.30



1.16



1.33



3.62



4.02



0.41



0.94



0.27



0.73



41,700.15



278,566.65



388,263.29



RSD(%)



1.59



2.27



2.95



3.79



3.90



2.47



1,402,780.15



489,527.65



1,616,490.11



160,869.31



990,938.12



91,955.55



2,964,571.74



4,018,150.67



399,403.18



2,429,376.68



105,787.87



86,515.24



CPS



978,521.76



2,323,937.15



616,693.26



3,034,559.95



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.117E-03296.685.62ug/l



Units



4.9553Se
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Inst QC: MA47752



407 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.311E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.006E+00



5.236E-01



1.390E+00



2.385E-01



1.102E-01



6.581E-02



3.048E-02



3.133E-02



9.833E-01



1.270E+00



7.182E-01



1.129E+00



1.040E-01



4.762E-01



2.907E-01



1.067E-01



4.841E-02



1.106E-01



1.674E-01



1.031E-01



8.278E-02



3.376E-02



3.408E-01



1.181E-01



Ratio



1.142E-01



1.215E-01



1.800E-02



3.242E-01



6.450E-02



147,472.41



25,301.25



11,685.01



32,302.39



64,372.81



104,303.06



134,704.26



76,179.53



119,719.40



212,766.52



55,540.30



30,832.62



11,313.52



5,135.45



11,735.04



3,232.65



3,322.66



339,032.54



138,265.46



839,079.52



290,646.09



256,078.82



1,172,107.15



1.66



CPS



114,015.96



121,333.80



42,466.38



995,776.70



198,156.98



499,609.33



307,699.67



1.32



1.18



0.74



1.36



2.43



1.38



4.99



3.56



0.44



1.01



1.08



0.42



1.52



1.10



1.83



3.89



1.37



4.01



1.32



1.49



0.80



0.70



0.73



1.30



RSD(%)



1.18



2.00



1.96



1.06



1.01



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



25.602



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



26.016



25.563



25.798



26.769



26.037



25.208



176.069



26.557



25.121



25.013



25.670



26.290



25.248



25.670



27.909



27.269



31.668



25.823



26.191



27.134



25.726



26.639



25.573



25.234



Conc



24.909



23.891



45.546



25.972



25.789



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:03



Sample Name STDD



Sample Type CalStd



File Name 006CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:15 AM on:11/5/2019



Raw Data MA47752    page 11 of 133



Inst QC: MA47752



408 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.8



98.5



98.3



97.2



98.5



Det



Pulse



Pulse



Pulse



Pulse



100.8



99.8



100.1



99.3



100.7



100.8



1.87



ISTD Recovery%



102.8



101.5



100.9



100.7



99.6



101.7



101.5



101.8



0.88



0.08



1.36



1.00



1.45



1.21



3.19



3.83



1.10



0.95



0.54



0.70



41,312.35



277,902.47



394,039.67



RSD(%)



0.81



1.45



2.84



3.58



2.80



2.63



1,401,379.84



490,838.69



1,624,701.85



161,576.46



1,002,447.22



91,132.47



2,984,680.54



4,095,040.25



408,846.37



2,461,600.33



106,073.16



86,428.75



CPS



998,478.49



2,360,193.72



620,495.99



3,072,135.16



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.593E-021,483.437.04ug/l



Units



26.8683Se
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Raw Data MA47752    page 12 of 133



Inst QC: MA47752



409 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.599E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.057E+00



1.066E+00



2.856E+00



4.823E-01



2.215E-01



1.317E-01



6.063E-02



6.223E-02



1.990E+00



2.564E+00



1.460E+00



2.258E+00



2.155E-01



9.746E-01



5.201E-01



2.178E-01



9.781E-02



1.868E-01



3.304E-01



2.047E-01



1.636E-01



6.602E-02



7.047E-01



2.422E-01



Ratio



2.321E-01



2.510E-01



3.454E-02



6.579E-01



1.312E-01



295,809.64



49,944.96



22,943.51



63,943.29



126,200.85



206,047.73



265,545.93



151,168.25



233,847.15



420,106.79



110,410.24



53,863.29



22,563.69



10,126.00



19,341.30



6,278.19



6,443.79



672,967.87



271,477.41



1,720,419.14



591,197.16



526,287.14



2,379,707.90



0.89



CPS



228,267.70



246,855.48



79,642.19



1,991,127.94



397,169.24



981,916.75



608,493.99



0.93



0.80



0.10



2.09



0.22



0.67



1.61



2.31



1.22



0.40



0.81



0.04



1.11



1.01



0.82



2.30



3.76



1.20



0.59



1.39



0.83



0.67



1.77



2.10



RSD(%)



0.27



1.54



0.51



1.17



0.75



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.374



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.619



52.115



53.110



54.403



52.372



50.450



357.571



52.759



50.904



50.592



52.186



53.655



52.327



52.558



55.853



55.851



64.911



53.151



51.700



54.042



50.863



52.100



52.875



51.778



Conc



50.620



49.518



95.382



52.724



52.477



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:08



Sample Name STDE



Sample Type CalStd



File Name 007CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:15 AM on:11/5/2019



Raw Data MA47752    page 13 of 133



Inst QC: MA47752



410 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.8



98.3



98.9



98.1



100.5



Det



Pulse



Pulse



Pulse



Pulse



98.4



97.9



98.1



98.3



98.8



99.2



1.50



ISTD Recovery%



101.2



99.1



100.3



99.2



99.1



102.1



101.6



101.0



0.71



0.09



0.84



0.90



2.26



1.47



3.25



4.06



1.38



0.69



0.58



1.22



41,556.42



280,548.90



401,907.11



RSD(%)



2.12



2.66



4.83



3.31



2.81



3.47



1,373,723.17



485,501.50



1,593,030.35



158,950.95



992,693.12



90,902.15



2,971,962.87



4,112,096.40



409,230.31



2,442,246.37



103,566.18



84,748.56



CPS



983,536.56



2,305,563.14



616,678.43



3,026,775.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse7.079E-022,939.675.15ug/l



Units



53.3853Se
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Raw Data MA47752    page 14 of 133



Inst QC: MA47752



411 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.989E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.588E+00



1.994E+00



5.278E+00



8.611E-01



4.168E-01



2.558E-01



1.042E-01



1.159E-01



3.721E+00



4.775E+00



2.719E+00



4.014E+00



4.021E-01



1.827E+00



8.693E-01



3.912E-01



1.521E-01



3.071E-01



6.317E-01



3.819E-01



3.065E-01



1.248E-01



1.312E+00



4.585E-01



Ratio



4.397E-01



4.629E-01



5.106E-02



1.231E+00



2.464E-01



551,515.95



89,976.77



43,549.44



122,340.68



238,581.93



388,828.96



498,915.29



284,089.47



419,358.53



792,881.13



208,324.98



90,834.49



40,874.73



15,887.99



32,086.89



10,886.64



12,106.50



1,279,275.55



521,189.00



3,221,632.87



1,126,178.86



987,835.95



4,488,339.62



1.63



CPS



433,261.55



456,039.13



118,665.36



3,759,338.38



752,428.22



1,912,329.24



1,155,952.33



1.24



1.01



1.29



1.49



1.98



1.03



0.87



1.59



1.36



1.65



1.63



2.27



1.01



0.76



3.07



0.64



3.44



1.12



0.87



0.99



0.85



0.33



1.28



1.03



RSD(%)



0.87



0.64



2.14



0.54



0.77



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



99.199



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



98.431



97.514



98.236



97.338



98.550



97.994



619.773



98.238



95.265



94.299



97.225



96.195



97.653



98.547



98.402



100.418



101.423



96.357



98.851



100.955



95.277



98.529



98.421



98.043



Conc



95.889



91.436



145.136



98.693



98.557



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:13



Sample Name STDF



Sample Type CalStd



File Name 008CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:16 AM on:11/5/2019



Raw Data MA47752    page 15 of 133



Inst QC: MA47752



412 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



99.5



97.7



98.1



97.9



100.6



Det



Pulse



Pulse



Pulse



Pulse



99.3



97.9



98.8



96.8



99.7



99.5



0.42



ISTD Recovery%



101.4



100.0



101.3



100.0



101.0



103.7



104.2



101.6



1.16



0.91



1.35



1.01



1.49



0.99



3.74



4.43



0.21



0.61



0.54



1.56



41,215.31



279,950.34



402,574.30



RSD(%)



2.04



2.53



3.46



3.32



3.90



3.84



1,383,938.90



478,277.24



1,607,603.45



159,454.94



999,675.86



90,330.37



3,027,965.33



4,174,584.00



419,718.33



2,457,197.20



104,488.41



84,739.31



CPS



985,267.29



2,324,895.17



622,645.15



3,052,744.01



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.360E-015,605.194.69ug/l



Units



103.0143Se
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Raw Data MA47752    page 16 of 133



Inst QC: MA47752



413 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.656E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.791E-03



2.224E-03



1.011E-02



7.054E-02



1.710E-04



5.021E-05



8.769E-02



7.508E-05



3.332E-03



5.902E-03



1.376E-03



2.060E+01



1.824E-04



7.790E-04



4.220E+00



2.032E+00



7.493E-01



1.440E+00



1.128E-04



2.640E-03



2.222E-03



1.016E-04



5.226E-04



2.201E-04



Ratio



7.517E-05



1.015E+00



1.724E-01



4.995E-04



2.917E-04



1,045.61



7,292.03



17.67



24.10



1,756.81



344.45



610.02



142.22



2,129,505.82



288.70



230.01



436,240.72



210,074.08



77,445.88



148,887.96



9,065.29



7.78



8,910.01



406.69



1,253.45



530.03



440.03



1,876.80



43.92



CPS



72.00



972,986.07



394,205.11



1,470.14



860.06



330.02



7,715.90



23.65



27.66



14.26



1.05



41.81



23.02



2.04



75.71



77.06



25.65



8.11



0.53



44.62



21.16



0.24



1.17



1.10



0.62



10.00



1.94



2.51



16.11



5.20



16.85



RSD(%)



10.78



2.04



0.65



12.88



11.11



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.088



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.032



0.044



0.082



7.725



0.022



0.018



520.487



0.055



0.015



0.024



0.032



498.149



0.024



0.020



506.639



522.372



503.352



503.270



0.017



0.535



0.682



0.072



0.034



0.024



Conc



0.027



200.590



510.685



0.027



0.109



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:17



Sample Name STDG



Sample Type CalStd



File Name 009CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 17 of 133



Inst QC: MA47752



414 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.6



100.1



101.4



98.4



101.1



Det



Pulse



Pulse



Pulse



Pulse



98.2



98.2



98.4



97.3



99.7



100.3



1.54



ISTD Recovery%



98.7



98.3



98.0



96.5



97.5



99.5



99.9



99.3



0.80



1.21



0.33



1.00



1.39



0.91



5.04



4.91



0.47



0.54



0.20



0.85



42,590.64



281,396.09



404,303.74



RSD(%)



1.65



3.52



2.87



3.80



3.34



4.32



1,378,285.29



480,691.43



1,607,086.50



160,777.00



990,278.57



92,625.60



2,923,448.53



4,006,936.50



402,476.24



2,401,427.93



103,367.59



85,042.50



CPS



958,943.06



2,286,454.03



602,437.86



2,943,937.35



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.642E-0111,248.703.59ug/l



Units



200.4753Se
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Inst QC: MA47752



415 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.847E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.928E-03



2.555E-03



2.358E-02



5.541E-02



1.394E-04



1.756E-05



1.668E-01



1.242E-04



3.578E-03



7.715E-03



2.152E-03



3.996E+01



1.256E-04



5.411E-04



8.221E+00



4.004E+00



1.504E+00



2.824E+00



2.652E-05



2.262E-03



8.911E-04



8.566E-05



2.326E-04



1.457E-04



Ratio



2.296E-05



2.086E-02



3.341E-01



4.498E-04



1.291E-04



2,533.60



5,954.70



15.00



8.77



1,422.32



384.45



828.93



231.11



4,294,656.64



421.75



274.45



883,561.35



430,344.06



161,642.09



303,523.74



17,926.16



13.33



3,617.31



346.69



560.04



353.35



300.02



1,300.08



-19.30



CPS



22.67



20,513.01



788,404.15



1,360.13



390.02



80.00



6,798.68



16.67



17.04



8.82



2.82



50.90



24.48



1.75



28.14



24.40



12.55



24.00



0.89



79.19



31.32



0.83



1.42



0.95



0.58



24.30



14.37



4.05



17.58



12.02



108.91



RSD(%)



14.39



5.73



0.36



8.89



37.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.074



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.047



0.060



0.333



6.009



0.015



0.006



996.519



0.096



0.021



0.060



0.060



967.199



0.010



0.007



994.042



1029.336



1011.317



1000.089



0.003



0.435



0.269



0.059



0.013



0.008



Conc



0.015



3.975



997.572



0.023



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:22



Sample Name STDH



Sample Type CalStd



File Name 010CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 19 of 133



Inst QC: MA47752



416 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



100.4



102.9



104.7



100.6



103.3



Det



Pulse



Pulse



Pulse



Pulse



102.1



102.9



101.5



101.1



102.2



102.3



0.83



ISTD Recovery%



101.2



101.5



104.3



99.1



100.5



100.7



100.9



99.6



0.64



0.54



0.50



0.81



0.77



0.89



3.14



5.05



0.92



1.24



0.67



0.35



43,998.43



287,721.07



413,417.51



RSD(%)



1.92



2.94



3.32



5.08



3.55



3.45



1,421,074.21



499,600.33



1,648,785.84



163,905.25



1,009,167.46



95,192.40



3,012,767.71



4,057,211.92



406,670.81



2,408,161.53



107,480.80



89,112.37



CPS



983,396.20



2,360,005.80



641,024.91



3,024,319.85



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse5.161E-0122,706.313.09ug/l



Units



392.0383Se
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Inst QC: MA47752



417 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



100.7



101.2



100.4



RSD(%)



1.34



3.07



3.49



CPS



978,057.45



2,354,717.78



617,019.75



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.026E-03



1.109E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.868E-02



5.457E-03



1.949E-02



7.700E-03



2.337E-04



2.048E-06



8.355E-01



4.138E-05



3.133E-03



6.910E-03



2.998E-03



2.078E+02



1.131E-04



5.608E-04



4.059E+01



1.990E+01



7.363E+00



1.409E+01



2.584E-05



2.182E-03



4.819E-04



4.520E-05



1.053E-04



1.505E-04



Ratio



3.676E-05



1.144E-02



1.636E+00



8.199E-04



6.915E-05



2,087.96



824.48



25.00



1.00



1,490.11



47.33



335.57



740.03



321.12



22,246,540.23



2,000.12



584.46



4,347,185.94



2,131,322.69



788,457.11



1,508,928.83



89,476.13



4.44



1,963.56



183.34



246.68



353.35



266.68



1,316.75



-49.97



25.28



CPS



36.00



11,184.71



3,850,640.46



2,447.01



206.68



76.67



6,451.87



4.21



3.47



5.51



12.74



27.08



-2738.89



1.03



56.85



59.39



8.97



4.31



2.27



71.82



23.03



0.53



0.99



1.22



0.95



29.87



5.07



5.34



25.94



46.78



29.44



RSD(%)



8.06



2.51



0.64



5.95



16.49



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.038



0.385



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.238



0.202



0.257



0.601



0.037



0.000



5021.843



0.026



0.010



0.044



0.090



5033.084



0.007



0.008



4937.763



5116.708



4954.292



5045.206



0.003



0.413



0.141



0.027



0.003



0.009



Conc



0.018



2.110



4917.759



0.053



0.020



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:27



Sample Name STDI



Sample Type CalStd



File Name 011CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 21 of 133



Inst QC: MA47752



418 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.9



102.2



101.6



99.1



103.9



Pulse



101.8



100.9



99.2



99.7



101.9



102.2



0.64



97.7



98.6



101.1



100.0



97.1



0.26



0.73



0.13



0.59



0.94



0.38



3.59



3.76



0.99



1.58



0.73



1.20



42,702.09



283,359.63



415,558.92



3.49



2.90



3.39



1,388,940.54



492,456.93



1,642,891.50



163,789.11



983,901.63



94,537.92



2,955,127.99



4,073,045.88



402,802.46



2,348,412.15



107,097.90



87,349.03



2,982,276.62



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:17 AM on:11/5/2019
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Inst QC: MA47752



419 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



99.1



RSD(%)



2.60



CPS



962,429.00



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.666E-03



8.354E-04



Det



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



3.620E-02



1.020E-02



1.310E-02



1.566E-02



3.887E-04



3.383E-05



1.661E+00



3.081E-05



3.537E-03



7.764E-03



5.182E-03



4.129E+02



1.676E-04



6.476E-04



8.267E+01



3.865E+01



1.453E+01



2.770E+01



2.332E-05



2.213E-03



4.584E-04



5.175E-05



1.208E-04



1.375E-04



Ratio



3.078E-05



1.106E-02



3.546E+00



1.447E-03



9.864E-05



1,415.65



1,692.35



42.00



16.58



1,305.64



35.33



382.24



838.93



560.02



44,621,869.34



3,912.39



1,102.28



8,935,108.26



4,177,212.47



1,570,076.71



2,993,738.63



179,459.18



3.33



1,816.86



203.34



273.35



310.02



376.69



1,460.10



-31.15



46.12



CPS



29.33



10,646.51



8,211,621.96



4,197.52



286.68



66.67



6,338.42



2.64



6.54



7.53



6.53



8.11



36.94



0.19



0.47



73.29



32.43



6.08



1.79



22.43



4.82



1.18



1.09



0.70



0.19



37.25



7.89



4.89



34.77



36.54



31.87



RSD(%)



25.32



1.92



4.64



6.74



36.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.110



0.177



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.465



0.434



0.138



1.503



0.074



0.012



9987.887



0.017



0.020



0.061



0.168



10003.421



0.020



0.013



10064.637



9937.441



9776.834



9932.326



0.003



0.422



0.134



0.032



0.004



0.006



Conc



0.017



2.036



10672.706



0.103



0.032



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:32



Sample Name STDJ



Sample Type CalStd



File Name 012CALS.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



420 of 555



JC97617



7
7.2











Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.1



102.9



100.6



96.4



103.0



Pulse



Pulse



Pulse



102.7



100.3



97.9



99.1



102.1



103.1



0.67



99.8



99.1



94.9



95.4



98.4



98.3



93.2



0.68



0.87



0.09



0.39



1.39



0.64



5.87



5.25



0.31



0.43



0.61



0.49



42,286.48



275,480.88



412,009.13



6.16



4.57



5.68



5.28



6.11



1,370,782.17



489,737.36



1,646,428.13



165,202.46



965,759.16



95,187.29



2,859,976.14



3,962,420.46



396,060.54



2,255,155.75



108,072.84



86,865.90



2,320,014.76



609,520.59



2,894,969.85



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



421 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.129E-03



2.094E-03



6.239E-03



1.597E-03



2.070E-05



3.409E-03



6.341E-03



8.186E-04



1.102E-01



1.540E-04



6.440E-04



7.111E-02



4.105E-03



3.182E-03



3.802E-02



1.636E-05



9.195E-04



2.140E-04



3.274E-05



1.923E-04



1.456E-04



Ratio



1.460E-04



7.007E-03



4.189E-03



2.858E-04



7.140E-05



668.91



365.57



680.03



87.78



11,811.88



121.08



224.45



7,624.38



440.01



341.12



4,076.20



171.11



2.22



873.40



133.34



470.03



356.69



376.69



1,576.78



CPS



145.33



6,955.23



10,050.65



893.40



223.35



50.00



2,793.75



20.61



45.07



32.82



69.30



354.23



19.59



47.68



20.18



7.57



45.26



36.67



25.55



11.55



18.47



-252.30



43.03



4.74



13.60



21.49



20.71



69.92



RSD(%)



17.43



1.76



6.62



34.62



46.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.011



0.037



0.010



2.238



0.009



0.017



0.032



0.012



1.611



0.017



0.013



1.156



0.898



1.226



-0.254



0.002



0.079



0.058



0.017



0.010



0.008



Conc



0.042



1.234



3.956



0.010



0.021



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:37



Sample Name rinseconf



Sample Type Sample



File Name 013SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



98.7



101.2



100.0



98.5



98.7



Det



Pulse



Pulse



Pulse



Pulse



101.9



100.8



100.9



99.5



99.6



99.8



1.50



ISTD Recovery%



102.2



103.2



102.3



102.8



101.4



101.4



100.4



101.0



0.45



0.67



0.54



0.82



1.15



1.59



4.21



2.79



0.39



0.76



0.58



0.88



42,001.03



281,502.47



395,077.45



RSD(%)



1.95



3.03



3.31



3.83



3.36



3.16



1,412,378.73



491,786.20



1,605,994.34



160,025.40



991,799.99



93,558.14



3,038,366.97



4,082,957.02



404,769.12



2,442,485.49



107,218.98



87,283.08



CPS



992,556.10



2,400,181.27



629,003.32



3,136,741.93



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.035E-03



7.613E-04



1.204E-02



1.336E-04



3.596E-05



Ratio



1,291.19



14.33



17.73



508.90



32.00



CPS



-2.88



117.00



6.30



98.58



49.73



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.437



0.121



1.093



0.014



0.013



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



423 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



99.5



102.7



103.0



RSD(%)



1.48



2.11



3.74



CPS



967,076.21



2,389,649.50



633,194.76



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.019E-01



3.541E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.681E+00



1.213E+00



3.198E+00



5.308E-01



2.663E-01



1.528E-01



9.426E-01



7.063E-02



2.349E+00



2.921E+00



1.695E+00



2.208E+02



2.391E-01



1.117E+00



4.266E+01



2.102E+01



7.896E+00



1.486E+01



3.769E-01



2.346E-01



2.031E-01



7.840E-02



8.369E-01



2.847E-01



Ratio



2.727E-01



5.982E-01



1.720E+00



7.542E-01



1.515E-01



338,510.86



56,186.71



28,189.87



74,319.37



146,840.42



14,943.58



248,659.36



309,248.26



179,476.41



23,370,486.29



495,548.30



128,421.44



4,515,898.57



2,225,341.58



835,869.15



1,572,916.26



99,793.55



7,475.45



834,357.25



322,104.02



2,010,912.89



684,087.26



574,593.31



2,682,794.30



0.66



2.69



CPS



263,788.54



578,562.39



4,110,846.19



2,281,165.54



458,305.22



1,124,451.26



700,074.16



0.74



0.60



0.74



0.41



0.88



1.28



1.00



3.42



0.15



0.58



0.25



0.30



0.55



0.13



0.69



0.85



0.84



0.52



0.59



0.71



0.23



0.85



0.23



0.62



RSD(%)



0.97



1.70



0.99



0.70



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



59.778



268.870



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



60.722



59.308



59.475



59.892



62.957



58.532



5666.686



59.884



60.107



57.656



60.620



5348.295



58.056



60.214



5189.724



5404.754



5313.239



5321.069



58.983



61.967



63.128



61.877



62.795



60.873



Conc



59.483



118.208



5172.405



60.438



60.587



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:42



Sample Name ICVA



Sample Type ICV



File Name 014_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.8



100.3



100.4



95.9



101.1



Pulse



100.6



100.3



97.9



98.4



101.2



102.0



0.62



99.1



99.5



102.0



102.1



99.3



0.97



0.93



0.27



1.13



1.11



0.26



3.41



3.20



1.12



0.71



0.84



0.59



42,202.86



274,008.45



404,296.77



2.49



3.58



4.34



1,370,437.06



486,356.95



1,632,149.00



163,464.82



982,854.30



92,783.13



2,983,340.20



4,108,415.25



411,475.85



2,402,815.64



105,860.97



86,804.63



3,024,835.37



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



425 of 555
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



6.436E-04



2.201E-03



8.184E-03



7.314E-03



9.018E-05



2.813E-03



3.219E-05



3.052E-03



6.811E-03



9.545E-04



8.289E-02



1.253E-04



6.094E-04



9.298E-02



6.280E-03



1.009E-01



4.239E-02



3.059E-04



2.153E-03



3.477E-04



5.042E-05



3.766E-04



1.575E-04



Ratio



5.060E-05



1.244E-02



6.247E-03



3.692E-04



1.768E-04



846.70



756.70



9.33



315.56



704.47



98.89



8,576.10



66.64



227.78



9,617.83



650.03



10,439.52



4,385.19



291.12



3.33



1,386.81



200.01



903.40



376.69



300.02



1,456.77



CPS



49.33



12,129.94



14,414.61



1,123.43



536.70



903.40



6,368.47



60.64



39.30



20.63



4.76



141.39



18.66



1.00



262.49



29.06



69.45



9.61



24.70



42.90



8.60



15.50



0.53



43.75



12.21



1.20



11.75



46.74



3.64



45.46



RSD(%)



4.84



3.90



7.70



14.11



13.85



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.004



0.043



0.046



0.558



0.003



9.563



0.018



0.008



0.042



0.017



0.950



0.010



0.011



3.820



1.457



67.008



1.316



0.047



0.406



0.100



0.031



0.023



0.011



Conc



0.021



2.309



10.157



0.017



0.063



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:47



Sample Name ICV



Sample Type ICV



File Name 015_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



426 of 555



JC97617



7
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Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.6



101.2



99.0



98.8



100.2



Det



Pulse



Pulse



Pulse



Pulse



98.3



97.2



98.6



97.2



98.6



98.8



1.80



ISTD Recovery%



100.4



99.3



100.7



99.7



98.7



99.1



99.5



99.3



0.90



0.78



1.74



0.80



0.59



1.82



3.04



4.49



0.67



1.16



0.34



1.24



41,607.63



282,297.55



400,888.11



RSD(%)



1.47



3.23



3.21



3.02



3.08



3.51



1,380,510.08



480,454.37



1,589,865.74



158,319.38



971,097.39



93,576.25



2,958,443.82



3,992,555.46



400,768.94



2,400,697.93



103,443.12



84,199.25



CPS



975,029.08



2,309,500.33



618,962.02



3,041,990.37



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.933E-03



9.770E-04



3.664E-05



Ratio



17.59



1,408.98



40.67



CPS



-23.41



38.17



50.85



RSD(%)



ug/l



ug/l



ug/l



Units



-0.057



0.285



0.0132



2



3



Sn



Se



Cd
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Raw Data MA47752    page 30 of 133



Inst QC: MA47752



427 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.161E-04



1.266E-03



6.821E-03



4.031E-03



7.574E-05



1.751E-03



2.118E-05



3.338E-03



4.899E-03



3.905E-04



3.417E-02



1.468E-04



4.678E-04



7.775E-02



2.291E-03



8.826E-02



3.709E-02



2.654E-04



1.883E-03



2.973E-04



1.828E-05



1.531E-04



1.224E-04



Ratio



1.903E-05



9.246E-03



3.952E-03



1.868E-04



5.036E-05



717.81



424.46



8.00



351.12



515.57



41.11



3,598.29



12.21



133.34



8,183.57



241.12



9,293.16



3,905.05



184.45



2.22



1,186.77



73.33



370.02



293.35



353.35



1,126.73



CPS



18.67



9,036.47



9,250.09



573.38



153.34



790.06



5,624.76



-9.51



-234.05



38.79



7.39



-8968.06



65.28



173.01



75.92



220.68



-45.07



-16.69



17.90



35.87



15.58



12.18



2.02



-98.65



19.74



9.95



13.09



68.94



25.05



217.87



RSD(%)



14.12



5.94



8.12



117.38



49.64



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.003



-0.003



0.021



0.185



0.000



3.168



0.009



0.015



0.004



-0.003



-0.231



0.015



0.003



1.965



0.431



58.487



-0.585



0.041



0.334



0.084



0.006



0.007



0.003



Conc



0.014



1.676



3.244



0.002



0.012



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:52



Sample Name ICV



Sample Type ICV



File Name 016_ICV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 31 of 133



Inst QC: MA47752



428 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.2



99.8



98.7



98.0



98.8



Det



Pulse



Pulse



Pulse



Pulse



100.0



99.5



99.2



97.8



98.0



98.3



1.75



ISTD Recovery%



100.6



100.7



100.3



100.4



99.6



99.0



99.7



99.6



0.60



1.95



1.23



1.09



0.32



1.46



3.40



3.66



0.96



1.28



1.27



0.19



41,488.32



280,198.35



395,280.72



RSD(%)



2.54



2.42



3.94



2.83



2.24



4.06



1,389,263.84



483,365.06



1,580,325.22



157,497.26



976,754.13



92,334.64



2,985,106.88



3,987,371.71



401,869.88



2,409,143.97



105,277.22



86,122.61



CPS



977,040.41



2,341,247.31



616,787.55



3,062,192.35



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



2.370E-03



7.874E-04



1.367E-05



Ratio



6.60



1,145.62



32.67



CPS



-12.07



131.52



60.27



RSD(%)



ug/l



ug/l



ug/l



Units



-0.170



0.141



0.0042



2



3



Sn



Se



Cd
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Inst QC: MA47752



429 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.498E-04



1.296E-03



5.036E-03



1.587E-03



0.000E+00



3.105E-03



5.915E-03



4.705E-04



5.315E-02



8.674E-05



3.652E-04



6.263E-02



1.433E-03



4.045E-03



3.501E-02



7.955E-06



7.305E-04



8.458E-05



7.562E-06



9.559E-05



1.077E-04



Ratio



1.616E-05



7.611E-03



3.949E-03



1.602E-04



3.549E-05



535.57



330.01



628.91



50.00



5,649.00



26.65



137.78



6,658.30



152.23



430.01



3,721.66



168.89



0.00



343.35



30.00



230.01



260.01



210.01



883.38



CPS



16.00



7,560.00



9,350.14



496.70



110.01



23.33



2,176.95



-156.00



-162.48



-54.53



45.63



0.00



80.77



30.73



-1503.66



14.19



1226.42



-121.59



239.78



18.69



3.85



-21.61



202.62



25.22



27.18



-145.22



97.47



-5759.71



RSD(%)



22.24



4.19



30.61



-6697.30



25.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



-0.002



-0.012



2.183



-0.009



0.009



0.024



0.000



0.229



0.000



-0.002



0.123



0.211



1.807



-1.335



0.001



0.029



0.018



-0.003



0.002



0.000



Conc



0.014



1.353



3.234



0.000



0.006



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 12:57



Sample Name ICB



Sample Type ICB



File Name 017_ICB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



430 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.6



101.1



99.1



98.7



99.5



Det



Pulse



Pulse



Pulse



Pulse



101.0



99.4



99.4



97.3



98.2



98.5



0.57



ISTD Recovery%



102.3



102.0



100.8



101.8



99.4



100.9



99.8



100.0



0.26



0.20



0.54



0.54



0.72



0.64



4.99



3.36



1.36



1.66



0.44



0.33



41,654.43



282,262.68



398,262.74



RSD(%)



1.32



3.05



3.47



3.40



2.71



5.65



1,392,526.75



480,763.16



1,583,122.99



157,943.88



980,283.43



93,469.80



2,979,120.54



4,064,910.88



402,281.42



2,418,991.68



106,315.64



86,083.44



CPS



993,502.66



2,371,581.27



619,538.48



3,105,909.23



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



9.639E-04



4.321E-04



2.017E-03



6.284E-05



9.212E-06



Ratio



214.45



6.67



4.42



463.35



18.00



CPS



-2.26



-74.20



-87.88



-113.56



114.69



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.451



-0.130



-0.043



-0.003



0.003



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



431 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



99.3



97.9



99.2



RSD(%)



3.63



6.42



5.95



CPS



964,485.12



2,275,810.23



609,957.43



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.532E-01



2.689E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.900E+00



1.020E+00



2.715E+00



4.426E-01



2.135E-01



1.290E-01



8.731E-01



6.003E-02



1.962E+00



2.475E+00



1.416E+00



2.052E+02



2.186E-01



9.897E-01



3.972E+01



1.949E+01



7.216E+00



1.375E+01



3.367E-01



2.044E-01



1.749E-01



6.927E-02



7.096E-01



2.460E-01



Ratio



2.360E-01



5.261E-01



1.709E+00



6.751E-01



1.346E-01



288,197.15



46,984.41



22,668.71



62,267.44



122,216.61



11,149.27



208,309.27



262,749.82



150,329.44



21,781,812.47



413,956.39



108,305.69



4,215,905.25



2,068,608.67



765,973.22



1,459,122.23



92,677.95



6,372.65



689,906.19



273,302.78



1,638,400.29



567,772.11



504,404.36



2,284,084.11



0.75



2.80



CPS



227,558.75



507,158.33



3,881,136.50



1,971,372.42



393,270.83



971,086.29



589,614.24



1.37



1.50



1.18



0.33



1.43



0.74



2.15



0.53



0.73



1.40



0.96



2.04



2.11



2.05



1.31



1.20



1.11



1.43



4.72



3.61



3.51



3.18



1.17



1.74



RSD(%)



1.66



2.19



4.91



3.25



2.79



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.021



204.064



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.581



49.871



50.476



49.898



50.483



49.406



5248.111



50.895



50.202



48.838



50.633



4970.933



53.067



53.375



4831.059



5010.063



4855.422



4921.374



52.694



53.952



54.359



54.665



53.248



52.596



Conc



51.478



103.942



5138.957



54.103



53.841



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:02



Sample Name CCVA



Sample Type CCV



File Name 018_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



432 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



97.0



98.8



98.7



94.0



99.5



Pulse



100.9



98.5



97.7



97.7



99.8



101.0



0.43



95.8



96.4



98.1



97.4



95.5



1.37



0.77



0.62



0.25



1.00



0.32



8.36



5.89



0.83



1.55



0.60



1.31



41,457.11



268,758.62



397,971.32



6.45



7.48



7.66



1,368,555.71



482,754.18



1,609,967.89



161,904.40



974,601.28



91,416.41



2,890,327.52



3,952,058.38



392,411.81



2,309,460.59



106,158.07



85,312.13



2,924,043.08



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



433 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.604E-04



1.510E-03



6.094E-03



1.553E-03



1.070E-05



2.999E-03



5.934E-03



5.248E-04



7.223E-02



9.024E-05



4.601E-04



6.514E-02



2.249E-03



4.134E-03



3.652E-02



5.748E-05



9.944E-04



1.766E-04



1.764E-05



3.243E-04



1.166E-04



Ratio



2.744E-05



1.317E-02



4.151E-03



2.445E-04



1.689E-04



632.25



311.12



615.58



54.44



7,493.25



47.76



156.67



6,757.26



233.34



428.90



3,788.34



161.11



1.11



703.38



70.00



783.39



280.02



216.68



1,106.74



CPS



26.67



12,821.68



9,660.43



750.06



513.37



170.01



2,950.45



90.61



95.06



76.98



34.55



15130.32



19.92



65.97



278.67



5.93



147.23



76.15



50.45



22.16



5.68



-35.22



28.52



18.82



12.30



47.45



23.73



84.95



RSD(%)



8.85



3.15



7.33



27.98



39.80



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.009



0.008



1.976



0.000



0.006



0.024



0.002



0.692



0.001



0.003



0.429



0.421



1.867



-0.793



0.008



0.099



0.047



0.005



0.020



0.002



Conc



0.016



2.453



3.844



0.007



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:07



Sample Name CCB



Sample Type CCB



File Name 019_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



434 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.5



100.1



99.6



98.2



99.1



Det



Pulse



Pulse



Pulse



Pulse



98.6



96.9



97.7



96.6



97.7



97.6



1.76



ISTD Recovery%



100.2



100.0



99.3



100.3



98.9



99.0



98.5



99.4



1.19



1.85



1.22



0.55



1.67



1.01



3.93



4.04



0.04



1.75



0.33



1.26



41,851.80



280,805.05



396,686.16



RSD(%)



1.16



1.71



3.76



3.46



4.12



3.91



1,368,696.44



477,355.78



1,575,152.44



156,455.71



969,477.78



92,577.38



2,963,942.66



3,986,940.15



397,040.38



2,403,670.43



103,743.07



83,894.35



CPS



973,424.84



2,326,665.33



610,601.18



3,060,527.98



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.277E-03



8.299E-04



2.121E-03



9.639E-05



2.742E-05



Ratio



220.00



10.00



13.13



608.91



34.67



CPS



-7.13



79.25



-158.42



82.59



99.55



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.388



0.173



-0.031



0.005



0.010



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



435 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.439E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.655E-02



2.127E-02



1.135E-01



5.330E-02



2.201E-03



1.413E-03



4.783E-02



1.162E-03



4.080E-02



5.169E-02



2.988E-02



1.078E+00



2.011E-03



9.247E-03



2.061E+00



9.858E-01



4.149E-02



7.191E-01



2.989E-03



1.922E-02



6.828E-03



1.286E-03



6.448E-03



2.347E-03



Ratio



2.175E-03



1.252E-01



8.774E-02



5.994E-02



2.421E-03



11,817.40



5,547.86



229.00



675.35



11,661.90



4,247.38



5,380.01



3,111.51



112,212.91



3,804.71



2,214.65



214,561.19



102,609.19



4,318.51



74,845.90



4,979.84



121.11



27,145.31



5,111.21



15,510.05



5,638.14



4,841.12



22,241.97



3.11



CPS



2,117.53



121,915.28



204,760.72



184,193.28



7,442.36



8,886.57



57,184.38



2.42



7.19



0.62



1.47



7.32



3.60



3.58



19.30



2.23



3.08



4.09



0.39



3.83



3.27



0.42



0.84



2.87



1.20



3.39



1.88



2.49



3.70



3.70



4.12



RSD(%)



1.32



2.19



0.20



1.42



0.66



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



4.238



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.470



0.976



2.009



5.771



0.503



0.540



280.540



0.977



0.975



0.929



1.052



25.064



0.468



0.477



243.624



253.291



27.006



244.294



0.467



4.925



2.114



1.006



0.479



0.479



Conc



0.484



24.621



255.634



4.792



0.961



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:12



Sample Name CRI



Sample Type LLCCV



File Name 020LCCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



436 of 555



JC97617



7
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



100.3



98.7



97.8



99.7



Det



Pulse



Pulse



Pulse



Pulse



98.9



97.1



98.3



96.8



97.3



97.5



1.26



ISTD Recovery%



100.2



100.3



99.8



100.7



99.3



98.8



98.2



99.5



0.77



1.67



0.90



0.81



2.53



1.00



3.55



4.60



1.11



1.46



0.74



0.49



41,473.91



279,496.59



398,818.59



RSD(%)



1.84



2.10



3.11



3.58



3.32



3.39



1,376,203.73



478,105.23



1,568,840.15



156,274.94



963,740.93



92,727.19



2,975,000.72



3,977,787.86



395,550.98



2,405,571.42



104,088.68



84,067.55



CPS



973,489.67



2,333,657.26



613,442.57



3,073,497.56



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse1.323E-0354.6741.55ug/l



Units



0.5483Se
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Inst QC: MA47752



437 of 555



JC97617



7
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



83.6



RSD(%)



2.29



CPS



812,666.22



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Analog



Analog



Analog



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.469E+00



7.657E-04



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.509E-02



1.300E-02



2.422E-02



9.290E-03



3.234E-04



-1.777E-04



1.661E+01



2.181E+00



4.461E-03



1.633E-02



9.847E-03



3.711E+03



4.981E-04



2.145E-03



7.728E+02



3.674E+02



1.367E+02



2.710E+02



1.242E-04



7.342E+00



6.070E-04



2.820E-04



2.742E-04



5.733E-04



Ratio



1.957E-05



8.161E-03



3.286E+01



2.601E+01



5.507E+00



2,323.56



891.15



31.00



-75.18



3,554,532.22



27.33



427.79



1,566.78



944.49



355,853,372.53



1,447.22



1,246.74



74,116,019.28



35,232,838.60



13,108,615.59



25,987,093.97



1,592,631.15



209,194.37



2,180.26



1,013.42



536.70



1,123.44



973.41



4,203.78



0.56



134.36



CPS



16.00



6,632.84



67,690,978.99



63,224,014.06



13,385,600.63



310.02



18,312,565.56



4.73



7.91



5.04



8.30



15.54



-228.56



0.90



1.12



22.45



5.38



5.04



2.59



9.90



2.29



1.39



2.35



1.25



1.31



3.93



5.29



5.63



8.11



13.65



12.29



RSD(%)



14.39



1.16



4.10



3.93



4.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1694.165



0.124



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.192



0.571



0.345



0.781



0.058



-0.069



99954.493



1849.679



0.044



0.230



0.335



89919.276



0.100



0.094



94146.653



94461.401



91992.384



97281.657



0.019



1944.062



0.180



0.214



0.016



0.100



Conc



0.014



1.462



98971.432



2084.594



2202.465



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:25



Sample Name ICSA



Sample Type ICSA



File Name 021ICSA.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



80.5



91.3



84.8



79.5



93.9



Pulse



Pulse



Pulse



91.1



87.2



81.6



85.0



88.9



88.7



1.20



88.6



85.7



79.8



83.4



89.0



88.0



81.0



0.69



0.12



0.22



1.49



1.30



0.48



5.00



5.82



0.67



0.30



0.37



0.57



35,614.07



227,147.29



375,630.01



2.63



4.29



4.34



5.53



4.46



1,142,421.41



419,721.95



1,433,628.80



142,165.81



808,874.34



84,457.29



2,499,091.54



3,586,189.01



354,762.73



1,960,285.55



95,905.27
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3



Time(sec)
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1.18
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30
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3



3



3



3



3



3



3
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0.30



0.30



0.30



0.30
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0.30



0.30
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0.10
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0.10



0.10
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0.25
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0.10
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Pulse



Pulse
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Analog



Analog
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Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.493E+00



2.652E-02



Det



Pulse



Pulse



Analog



Analog



Analog



Pulse



Analog



1.385E+00



3.545E-01



8.956E-01



1.459E-01



7.754E-02



4.442E-02



1.711E+01



2.255E+00



7.840E-01



9.171E-01



5.267E-01



3.803E+03



5.625E-04



2.344E-03



7.783E+02



3.708E+02



1.380E+02



2.741E+02



1.061E-01



8.066E+00



7.030E-04



3.309E-04



1.841E-04



5.916E-04



Ratio



1.456E-05



2.560E-01



3.361E+01



2.796E+01



5.501E+00



81,532.83



13,285.44



7,058.84



18,190.91



3,887,848.88



921.37



71,369.07



83,482.78



47,942.87



346,174,501.80



126,066.84



32,270.03



70,848,159.41



33,755,441.99



12,565,008.95



24,952,750.67



1,557,180.39



205,236.82



2,550.36



1,200.11



373.36



1,193.45



1,133.44



4,720.55



1.62



5.35



CPS



10.67



187,071.84



66,962,125.67



68,185,288.99



13,414,265.63



268,628.61



20,413,547.19



0.40



0.51



1.48



3.18



1.35



2.52



0.72



0.68



1.44



0.55



0.31



0.64



4.61



1.68



1.15



0.96



0.13



1.28



0.94



2.86



7.09



8.68
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0.46
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ug/l
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16.581



16.272



18.320



17.014



102960.533



1911.714



20.014



18.036



18.820



92146.152



0.116



0.105



94811.911



95333.713



92897.713



98402.972



16.596



2135.815



0.210



0.253



0.009



0.103
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0.013
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:29



Sample Name ICSAB



Sample Type ICSB



File Name 022ICSB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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85.7
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84.5
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90.3



83.3



0.20



0.94



0.32



1.06



0.70



0.53



4.82



4.17



0.63



0.87



0.19



1.02



34,738.53



221,561.40



369,965.11
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4.16



3.28



3.50



3.67



1,108,636.00



409,598.19



1,420,147.44



140,430.40



807,873.53



81,141.47



2,532,497.69



3,633,908.80



363,777.69



2,013,796.17
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72,780.11



1,993,485.54
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3



3
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3



3
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3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30
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0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10
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0.10



Time(sec)



0.25
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Pulse
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Pulse
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Pulse



Pulse



Pulse
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Pulse



Pulse



Pulse



Pulse
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1.305E-03



1.936E-03



8.243E-03



1.155E-02
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2.495E-03



3.210E-04



2.692E-03



6.499E-03



1.322E-03



4.156E-01



1.826E-04



7.683E-04



1.910E-01



2.423E-02



1.170E-02



6.060E-02



5.748E-05



2.049E-03



1.088E-04



3.060E-05



1.890E-04



1.955E-04



Ratio



1.472E-04



6.778E-03



7.107E-03



2.920E-03



1.777E-03



714.47



1,000.05



18.00



233.34



563.35



114.45



36,059.70



113.24



167.78



16,566.53



2,103.52



1,014.50



5,254.39



216.67



27.78



443.36



123.34



460.03



476.70



443.36



1,873.47



CPS



112.00



5,163.31



14,131.09



8,216.13



5,011.14



163.34



5,814.84



12.65



39.77



22.88



9.37



20.06



30.27



20.21



-215.99



8.19



19.96



9.77



48.54



26.86



5.30



11.74



7.89



11.41



3.41



9.58



24.71
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0.013
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0.048



1.037



0.031



7.646



0.263



-0.001



0.036



0.030



9.012



0.024



0.020



15.767



6.073



6.960



7.855



0.008
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0.016



0.009



0.019
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Tune File



FullQuant Table
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VIS Fit Point to Point



Tune Step
1
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:34



Sample Name rinseconf



Sample Type Sample



File Name 023SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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3
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3
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3
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3
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0.30
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0.10
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Pulse
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92.5



94.1



93.7



99.1



Det



Pulse



Pulse



Pulse



Pulse



82.4



87.2



90.5



88.9



94.4



95.2



0.94



ISTD Recovery%



78.4



85.6



90.3



92.5



94.9



100.9



100.4



100.8



0.44



1.53



0.41



0.74



1.00



1.52



3.48



3.77



2.05



0.58



1.14



0.73



39,553.97



267,728.72



396,582.39



RSD(%)



0.84



2.72



4.04



4.03



4.30



3.01



1,267,871.27



439,050.93



1,522,350.22



152,642.14



963,131.87



85,554.21



2,843,164.88



4,065,306.71



404,578.96



2,437,607.46



86,691.99



75,462.33
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761,629.36



1,991,456.69
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Tune
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1



3



3



3
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Time(sec)
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Pulse
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2.227E-03



7.737E-04



4.421E-05



Ratio



19.41



977.82



30.67



CPS



-12.87



159.66



10.56
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3
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Time(sec)
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Pulse
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1.013E-03



1.709E-03



7.632E-03



1.861E-03



1.015E-04



2.849E-03



6.406E-03



1.014E-03



1.618E-01



1.405E-04



7.566E-04



1.416E-01



8.353E-03



4.214E-03



4.578E-02



3.420E-05



1.115E-03



1.059E-04



2.209E-05



1.590E-04



2.074E-04



Ratio



1.334E-04



5.903E-03



4.344E-03



7.377E-04



4.729E-04



670.03



250.01



562.24



88.89



14,206.34



88.85
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12,432.30



733.36



370.01



4,019.52



163.34
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433.36
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396.69



516.70



350.02



1,886.80



CPS



104.00



4,591.99



8,873.22



2,143.59
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25.30



13.29



47.57



49.10



129.94



25.26



59.82
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21.61
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1.76



4.65



10.09



38.81



18.06



20.95



15.70



83.07



10.84
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ug/l
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Units
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ug/l
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ug/l
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0.009



0.018



0.036



3.833



0.077



0.003



0.034



0.019



2.863



0.013



0.019



9.747



1.990



1.921



2.534
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0.131
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0.009



0.007
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Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 13:39



Sample Name rinseconf



Sample Type Sample



File Name 024SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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0.30



0.30



0.30



0.10



0.10
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92.7



93.6



93.5



97.8



Det



Pulse



Pulse



Pulse



Pulse



83.4



86.9



91.4



89.3



94.6



95.9



0.72



ISTD Recovery%



80.1



87.7



91.6



95.3



97.4



101.7



101.6



103.1



0.85



0.98



0.84



1.42



1.64



0.11



4.09



2.24



0.66



1.89



0.90



0.61



39,316.60



267,321.46



391,165.09



RSD(%)



2.82



4.05



3.89



2.90



3.77



3.87



1,279,717.69



441,221.09



1,525,896.95



153,759.22



968,697.91



85,698.29



2,920,924.23



4,096,322.44



409,400.42



2,492,790.64



87,783.54



75,204.19



CPS



778,070.75



2,039,975.23



563,010.54



2,908,440.16
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Tune
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1
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1
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3



3



3



3



Rep



0.30



0.50
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1.00
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Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.337E-03



4.068E-04



1.268E-02



1.329E-04



8.196E-05



Ratio



1,113.40



11.67



36.14



590.02



16.00



CPS



-2.83



-44.34



5.39



10.13



34.23



RSD(%)



ug/l
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Units



-0.376



-0.149



1.166



0.013



0.031



2



2



2



2



3



Sn



Se
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Cd
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.282E-03



6.363E-03



1.270E-01



1.231E-02



4.225E-05



4.143E-03



4.737E-05



8.472E-04



1.033E-02



8.631E-03



4.088E-01



1.488E-04



8.029E-04



2.028E-01



1.602E-02



6.420E-03



5.226E-02



1.579E-05



4.513E-04



3.310E-05



6.326E-04



2.287E-04



2.222E-04



Ratio



2.540E-05



5.844E-03



8.769E-03



5.966E-03



3.439E-04



11,981.98



1,160.06



4.00



80.00



974.49



813.37



38,565.35



121.01



600.02



19,131.98



1,511.22



605.58



4,928.71



391.12



4.45



133.34



2,543.67



563.37



550.04



366.69



1,980.15



CPS



21.33



4,929.88



18,773.42



17,348.53



1,003.41



46.67



1,323.45



17.25



6.17



0.91



14.48



-135.45



14.76



111.52



-10.05



15.18



13.96



4.27



15.61



6.14



1.20



10.82



5.19



7.24



57.85



-36.28



80.18



3.40



21.25



28.63



RSD(%)



10.90



1.79



5.20



3.09



14.33



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.025



0.493



4.521



2.247



-0.016



35.133



0.062



-0.097



0.223



0.584



17.696



0.031



0.043



34.408



7.923



6.811



9.718



0.004



-0.090



0.004



0.981



0.025



0.049



Conc



0.031



2.007



35.506



0.931



0.259



2



2



2



2



2



2



2



2



2



2



2



2



2



2
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1



1



1



1



1
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1
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1



1



1
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Pb
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K
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Sn
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Ba



Tl



Pb
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Be



B
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:46



Sample Name jc97382-3undigconf



Sample Type Sample



File Name 025SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



96.9



96.5



94.9



99.0



Det



Pulse



Pulse



Pulse



Pulse



89.6



92.6



93.7



92.9



95.9



96.6



1.54



ISTD Recovery%



86.8



92.0



96.0



95.4



98.0



99.9



99.9



102.0



1.07



0.81



0.34



1.78



2.62



0.84



4.11



3.71



1.21



0.88



1.34



0.72



40,532.31



271,233.60



396,239.78



RSD(%)



2.23



2.30



2.83



3.44



3.47



3.81



1,312,294.49



458,926.25



1,545,717.44



154,914.34



968,352.46



89,635.05



2,936,961.80



4,022,149.94



402,582.08



2,466,655.33



94,329.83



80,212.59



CPS



843,715.63



2,139,798.67



590,047.25



2,909,578.19



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh
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3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



5.784E-04



7.557E-04



9.037E-06



Ratio



4.16



265.56



30.67



CPS



-2.63



139.53



121.86



RSD(%)



ug/l



ug/l



ug/l



Units



-1.056



0.233



0.0052
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3
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.301E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.860E-02



3.454E-01



1.189E-01



8.511E-03



1.065E-04



1.338E-05



5.711E-03



5.929E-05



5.966E-03



1.315E+00



2.004E-01



5.536E+00



1.532E-04



6.473E-04



2.146E-01



1.213E-02



5.755E-03



7.035E-02



6.829E-06



2.498E-04



3.427E-05



5.972E-04



1.160E-04



1.809E-04



Ratio



2.782E-05



5.991E-03



1.093E-02



6.416E-03



5.867E-04



11,206.91



802.26



10.00



6.11



151.12



562.24



123,897.24



18,881.89



521,722.74



1,752.06



32,546.29



20,217.93



1,143.40



542.25



6,629.45



537.80



5.55



140.01



2,440.32



286.68



450.02



376.69



1,600.10



-0.55



CPS



24.00



5,178.88



23,597.52



18,733.60



1,713.51



20.00



740.05



9.28



2.31



3.19



9.67



222.42



113.52



14.28



152.80



20.08



1.43



1.21



0.52



44.35



17.74



2.65



9.49



3.43



6.62



150.05



-7.32



55.81



1.72



11.65



71.38



RSD(%)



6.82



4.25



3.53



3.42



5.00



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.156



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.474



33.682



4.220



1.386



0.014



0.009



54.009



0.083



0.165



51.803



14.299



266.195



0.033



0.026



37.270



5.922



5.915



22.709



0.001



-0.196



0.005



0.926



0.008



0.031



Conc



0.033



2.065



48.516



1.003



0.453



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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K
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Sn
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B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:51



Sample Name jc97469-2undigconf



Sample Type Sample



File Name 026SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.4



95.2



96.6



94.0



97.7



Det



Pulse



Pulse



Pulse



Pulse



89.5



91.9



93.1



92.7



95.5



96.7



0.09



ISTD Recovery%



89.0



92.8



97.3



95.8



98.8



101.5



101.6



102.0



0.33



0.43



0.63



0.38



0.82



0.84



2.74



4.51



0.90



0.66



0.47



0.88



40,602.42



268,816.95



391,054.67



RSD(%)



1.79



2.97



3.54



3.40



3.09



2.79



1,303,807.97



457,834.45



1,540,790.77



154,994.59



968,973.47



88,059.42



2,960,752.89



4,085,710.56



409,246.95



2,467,901.63



94,231.50



79,583.02



CPS



864,487.81



2,158,844.55



597,907.94



2,921,917.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse4.101E-0416.67-37.39ug/l



Units



-0.2933Se
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3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.941E-03



7.936E-03



1.274E-01



2.221E-02



2.116E-04



5.043E-03



1.870E-04



1.103E-02



3.269E-02



1.079E-02



7.075E-01



1.931E-04



7.853E-04



2.130E-01



1.210E-02



7.601E-03



4.978E-02



3.711E-05



1.430E-03



1.746E-04



6.213E-04



1.328E-04



1.973E-04



Ratio



3.051E-05



7.121E-03



1.081E-02



5.726E-03



1.967E-04



10,631.98



1,853.48



17.67



921.15



2,729.20



900.04



59,056.68



162.07



662.25



17,780.21



1,010.05



634.47



4,156.23



421.12



15.56



720.05



2,560.35



323.35



483.36



476.70



1,926.80



CPS



22.67



5,283.37



21,504.07



16,453.99



566.70



106.67



4,107.49



9.73



6.59



2.72



2.86



8.51



9.94



66.45



11.45



3.01



8.13



2.15



37.22



14.03



2.62



5.82



0.96



25.16



39.31



7.44



6.48



1.62



57.58



24.51



RSD(%)



10.35



7.72



1.16



3.51



28.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.042



0.646



4.535



4.492



0.064



45.970



0.299



0.425



1.107



0.738



32.172



0.052



0.041



36.886



5.907



8.401



7.939



0.010



0.429



0.092



0.964



0.010



0.038



Conc



0.034



2.512



47.811



0.892



0.142
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2



2



2



2
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2
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 13:58



Sample Name jc97382-3digconf



Sample Type Sample



File Name 027SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.7



91.7



92.6



91.6



97.1



Det



Pulse



Pulse



Pulse



Pulse



79.3



82.9



89.1



84.5



93.1



94.2



0.28



ISTD Recovery%



76.4



85.5



88.5



94.2



95.7



102.3



103.0



101.6



0.36



0.77



0.70



0.92



0.33



0.19



2.33



5.96



1.09



1.18



0.41



1.15



38,925.38



261,817.59



388,426.12



RSD(%)



1.71



2.97



3.56



4.01



3.49



4.27



1,248,220.58



417,709.84



1,501,642.20



150,984.65



941,597.77



84,771.46



2,869,274.59



4,120,209.32



414,894.84



2,456,995.80



83,465.11



71,745.92



CPS



742,149.06



1,988,990.75



544,105.33



2,875,644.85



Tb



Mass



Tb



Ho



Bi
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Ge



Rh



Ho



Bi
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Ge



Rh



In



3



3



3



Element



Li
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Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.738E-03



8.570E-04



1.813E-05



Ratio



7.57



725.59



33.33



CPS



-9.74



116.12



57.66



RSD(%)



ug/l



ug/l



ug/l



Units



-0.592



0.387



0.0122
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Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



81.7



92.6



95.8



RSD(%)



2.01



2.39



3.19



CPS



793,758.33



2,152,873.51



588,920.89



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.606E-01



2.704E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.122E+00



1.073E+00



2.868E+00



4.784E-01



2.242E-01



1.340E-01



8.678E-01



6.246E-02



2.024E+00



2.582E+00



1.469E+00



2.171E+02



2.156E-01



9.765E-01



4.102E+01



1.993E+01



7.174E+00



1.389E+01



3.205E-01



1.997E-01



1.660E-01



6.438E-02



6.992E-01



2.420E-01



Ratio



2.501E-01



5.431E-01



1.664E+00



6.603E-01



1.300E-01



262,853.35



43,853.16



20,554.06



60,100.87



116,869.48



10,921.77



185,532.66



236,727.74



134,699.45



19,902,536.99



377,859.93



98,350.89



3,760,369.44



1,826,549.65



657,614.78



1,273,318.53



79,557.85



5,725.70



708,710.35



274,946.23



1,747,248.41



604,701.23



538,854.76



2,440,139.40



0.89



2.33



CPS



198,503.42



431,038.99



3,581,587.97



1,945,851.95



383,202.01



958,514.65



597,491.60



0.60



1.39



1.39



1.14



0.55



1.60



0.52



2.18



0.91



1.18



0.89



0.24



0.72



0.67



1.31



1.07



0.96



1.00



1.18



1.46



1.22



1.24



1.30



1.79



RSD(%)



0.99



0.77



0.51



1.60



1.39



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.507



205.212



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.466



52.447



53.321



53.957



53.008



51.338



5216.262



52.958



51.781



50.958



52.538



5259.609



52.352



52.661



4990.257



5122.866



4827.164



4973.593



50.152



52.714



51.590



50.811



52.467



51.733



Conc



54.536



107.303



5002.561



52.914



51.992



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:03



Sample Name CCVA



Sample Type CCV



File Name 028_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



452 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



96.1



95.6



96.1



92.3



101.0



Pulse



87.1



89.9



92.1



90.8



97.4



98.3



0.84



96.6



99.8



106.0



106.8



103.3



0.69



0.92



0.53



1.21



1.14



1.02



4.07



3.21



1.27



0.43



0.86



1.29



40,381.93



263,863.97



403,914.28



2.63



3.42



3.54



1,290,005.12



448,509.60



1,570,813.48



157,589.48



965,640.87



88,409.63



2,991,451.19



4,270,547.85



430,376.38



2,498,641.42



91,673.67



77,859.82



2,946,712.14



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



453 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.452E-04



1.519E-03



5.753E-03



1.494E-03



2.482E-05



2.517E-03



6.739E-03



6.536E-04



7.645E-02



1.379E-04



5.201E-04



1.034E-01



3.111E-03



4.554E-03



3.828E-02



5.998E-05



9.149E-04



1.543E-04



1.122E-05



2.523E-04



1.594E-04



Ratio



2.666E-05



1.003E-02



4.169E-03



2.493E-04



1.708E-04



517.79



226.67



606.69



58.89



6,881.83



31.09



136.67



9,309.83



280.01



410.01



3,446.02



134.45



2.22



653.37



46.67



630.04



403.36



346.69



1,310.09



CPS



21.33



8,107.01



8,846.56



740.05



506.70



180.01



2,733.73



194.04



151.91



503.14



104.78



301.87



-202.88



3.44



92.44



7.80



20.55



66.80



4.41



4.59



20.99



-281.22



17.33



19.26



19.09



1698.63



21.55



101.10



RSD(%)



22.80



1.22



19.73



29.56



13.13



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.009



0.001



1.622



0.012



-0.006



0.040



0.006



0.794



0.013



0.006



5.092



0.642



2.150



-0.158



0.009



0.078



0.040



0.000



0.014



0.011



Conc



0.016



1.832



3.897



0.007



0.060



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:08



Sample Name CCB



Sample Type CCB



File Name 029_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



454 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.5



94.9



96.2



94.2



98.0



Det



Pulse



Pulse



Pulse



Pulse



85.5



88.6



92.4



89.7



94.9



95.2



0.55



ISTD Recovery%



83.2



91.3



94.6



97.4



99.7



104.7



105.0



103.7



0.92



1.09



0.87



1.17



1.05



1.15



3.41



4.40



0.56



0.80



0.43



1.02



40,405.11



269,164.85



392,107.41



RSD(%)



2.34



2.99



3.86



3.12



4.12



4.45



1,294,160.05



442,979.79



1,529,757.37



152,669.97



960,073.19



87,810.35



2,989,113.60



4,217,012.33



423,206.74



2,508,622.46



90,020.81



76,747.29



CPS



807,958.27



2,123,721.74



581,837.56



2,970,981.52



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.254E-03



8.577E-04



2.370E-03



8.519E-05



1.215E-05



Ratio



213.34



7.67



5.39



555.58



34.67



CPS



-2.70



61.12



-930.73



76.07



116.60



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.393



0.194



-0.003



0.002



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



455 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.122E-04



2.834E-03



1.244E-02



1.278E-02



6.794E-04



3.703E-03



2.560E-04



4.549E-03



1.107E-02



1.295E-01



6.616E-01



2.780E-04



1.324E-03



2.174E-01



1.422E-02



1.827E-02



6.202E-02



1.435E-02



5.479E-03



1.241E-03



2.628E-04



5.475E-04



3.328E-04



Ratio



2.098E-05



6.152E-03



9.044E-03



7.117E-04



8.578E-04



1,131.17



1,162.29



61.67



413.35



1,006.72



11,775.14



60,149.01



46.51



257.79



19,771.72



1,293.41



1,661.23



5,640.10



336.67



23.33



5,177.89



1,096.77



1,376.81



840.06



703.39



3,343.66



CPS



17.33



5,078.83



19,558.02



2,123.59



2,560.35



42,816.17



16,354.05



106.23



19.76



7.86



1.99



32.59



6.40



52.70



25.31



12.30



1.01



0.59



9.75



6.44



2.66



7.39



2.57



8.88



2.56



0.82



3.53



18.77



17.20



11.39



RSD(%)



4.10



7.29



0.29



5.74



4.45



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.074



0.126



1.177



0.143



14.917



0.208



0.046



0.126



4.615



14.973



0.047



0.050



18.984



3.498



11.384



8.365



2.244



1.286



0.377



0.199



0.036



0.048



Conc



0.015



1.064



18.582



0.044



0.335



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:13



Sample Name MDL-EPA-MB1CONF



Sample Type Sample



File Name 030SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



456 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.9



96.1



95.3



94.7



97.8



Det



Pulse



Pulse



Pulse



Pulse



86.4



88.4



92.3



89.5



93.9



95.1



0.70



ISTD Recovery%



85.0



93.0



96.2



97.9



99.6



103.7



103.7



104.4



0.96



0.54



0.54



1.04



0.33



0.49



3.23



4.37



1.17



0.57



0.80



0.71



40,025.19



270,727.63



391,416.60



RSD(%)



2.20



2.93



2.19



3.34



3.11



3.80



1,291,877.93



441,962.22



1,514,035.98



152,496.44



963,530.03



88,875.80



2,985,078.36



4,174,896.71



417,853.29



2,525,853.61



90,918.74



76,553.96



CPS



826,229.05



2,162,524.91



591,662.31



2,986,729.23



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



7.150E-03



1.266E-03



3.587E-05



Ratio



15.86



3,160.42



50.67



CPS



3.40



24.06



21.99



RSD(%)



ug/l



ug/l



ug/l



Units



0.787



0.504



0.0132



2



3



Sn



Se



Cd
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Inst QC: MA47752



457 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.042E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.788E+00



1.508E+00



4.014E+00



6.656E-01



3.444E-01



1.870E-01



3.844E-01



9.507E-02



2.818E+00



3.585E+00



2.069E+00



8.717E+01



2.830E-01



1.290E+00



1.640E+01



7.941E+00



2.839E+00



5.518E+00



4.978E-01



2.984E-01



2.483E-01



8.624E-02



9.461E-01



3.221E-01



Ratio



3.351E-01



3.636E-01



6.415E-01



8.827E-01



1.972E-01



350,525.64



58,114.51



30,081.54



79,846.32



172,431.40



246,136.04



312,921.19



180,661.56



7,610,902.75



505,413.56



131,671.88



1,432,134.32



693,395.88



247,842.50



481,768.92



33,562.78



8,284.79



1,056,030.61



366,741.33



2,367,256.22



805,984.33



708,005.54



3,227,142.03



7.87



CPS



274,988.19



298,312.09



1,387,373.89



2,620,473.35



585,457.34



1,499,508.73



898,741.32



7.55



7.51



7.47



7.94



7.23



6.02



7.95



12.79



7.34



8.52



7.24



8.07



0.30



0.47



7.04



7.66



8.15



8.08



0.87



1.67



1.32



0.33



0.95



0.87



RSD(%)



0.72



2.13



0.41



0.86



0.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



80.239



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.075



73.730



74.678



75.176



81.438



71.645



2306.481



80.609



72.133



70.774



73.967



2111.316



68.709



69.563



1990.041



2041.464



1909.725



1967.336



77.894



78.851



77.192



68.059



70.994



68.877



Conc



73.070



71.783



1923.669



70.743



78.862



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:18



Sample Name MDL-EPA-B1CONF



Sample Type Sample



File Name 031SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



458 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.4



93.3



94.5



90.2



97.7



Det



Pulse



Pulse



Pulse



Pulse



83.2



86.5



87.9



86.6



92.4



93.4



0.22



ISTD Recovery%



84.5



93.0



97.0



97.3



100.5



105.6



107.5



103.4



5.78



6.11



5.20



0.85



1.36



0.60



3.42



3.96



6.26



3.21



5.57



5.19



39,693.08



257,933.59



390,808.59



RSD(%)



2.31



3.33



2.90



2.97



4.36



3.32



1,230,847.90



427,802.48



1,489,526.68



149,699.63



928,494.20



86,291.95



3,013,045.06



4,252,468.06



433,005.27



2,502,136.32



87,600.46



74,935.56



CPS



820,799.40



2,162,812.89



596,092.15



2,969,031.42



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.337E-019,269.875.73ug/l



Units



177.2563Se
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Inst QC: MA47752



459 of 555
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.499E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.950E-02



7.931E-02



2.145E-01



1.029E-01



4.710E-03



1.296E-03



5.309E-02



2.284E-03



1.517E-01



9.746E-02



2.923E-02



2.444E+00



1.922E-03



8.994E-03



2.445E+00



9.658E-01



7.152E-02



6.892E-01



1.334E-03



1.260E-02



6.828E-03



2.394E-03



3.249E-03



2.394E-03



Ratio



2.255E-03



4.578E-01



9.716E-02



6.459E-02



2.269E-03



20,371.87



9,772.47



447.34



584.64



6,760.69



14,407.63



9,258.73



2,775.87



232,198.32



3,751.05



7,534.37



232,232.98



91,751.09



6,792.82



65,475.67



5,043.22



216.67



27,659.74



9,694.01



7,849.42



5,778.27



4,641.07



21,711.54



1.87



CPS



1,960.17



397,810.12



211,537.65



187,700.54



6,605.26



3,940.74



37,173.41



4.16



1.94



2.25



2.68



3.23



4.31



2.92



28.33



3.86



3.56



6.92



1.15



3.65



4.34



1.50



2.23



3.05



1.50



12.50



2.22



0.36



1.20



1.32



7.59



RSD(%)



3.41



1.70



0.62



2.66



5.60



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.356



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.508



3.816



3.890



11.390



1.096



0.496



312.209



1.928



3.816



1.834



1.028



58.155



0.446



0.463



290.304



248.154



47.216



233.567



0.208



3.174



2.114



1.881



0.239



0.489



Conc



0.502



90.422



283.990



5.165



0.900



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:23



Sample Name MDL-EPACONF



Sample Type Sample



File Name 032SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



460 of 555
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.8



98.5



97.6



93.9



98.7



Det



Pulse



Pulse



Pulse



Pulse



90.3



92.4



92.1



91.3



94.7



95.2



1.12



ISTD Recovery%



89.5



93.6



96.3



95.3



98.4



100.6



100.4



99.9



1.06



1.25



0.75



2.34



2.41



1.47



4.34



4.13



1.63



1.24



0.89



1.32



41,024.77



268,449.60



394,994.74



RSD(%)



1.94



3.20



4.42



3.61



3.74



4.07



1,289,977.48



450,990.84



1,527,210.77



152,548.65



952,968.12



91,081.17



2,950,544.20



4,050,884.63



404,448.91



2,416,585.12



95,012.69



79,967.78



CPS



869,099.50



2,177,513.20



592,281.14



2,906,922.25



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse3.726E-03152.6715.95ug/l



Units



2.3753Se
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Inst QC: MA47752



461 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.522E-04



1.648E-03



6.878E-03



1.707E-03



7.227E-05



1.769E-03



3.938E-03



3.126E-03



1.086E-01



1.255E-04



5.438E-04



1.022E-01



3.345E-03



2.610E-03



4.124E-02



3.184E-05



1.157E-03



9.602E-05



5.349E-05



1.278E-04



1.415E-04



Ratio



1.597E-05



1.275E-02



4.037E-03



2.304E-04



1.119E-04



635.58



163.34



363.34



288.89



10,028.17



23.30



152.23



9,439.93



308.90



241.12



3,809.45



157.78



6.67



390.02



216.68



310.02



346.69



306.69



1,326.76



CPS



13.33



10,541.99



8,663.79



680.05



333.35



93.33



3,400.57



-201.05



59.79



54.15



39.48



59.29



-16.53



-90.41



19.45



3.22



15.96



9.55



6.43



16.55



19.58



37.49



44.34



8.25



8.42



20.55



61.36



58.77



RSD(%)



15.58



6.59



17.84



76.63



30.87



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.002



0.031



0.044



5.808



0.105



-0.050



-0.030



0.190



3.145



0.020



0.015



9.893



1.405



1.683



1.805



0.009



0.284



0.043



0.067



0.010



0.014



Conc



0.027



4.742



6.999



0.011



0.074



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:28



Sample Name MDL-AQ-MB1CONF



Sample Type Sample



File Name 033SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



462 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



97.1



96.4



93.8



99.1



Det



Pulse



Pulse



Pulse



Pulse



87.8



90.3



92.4



90.2



94.1



94.2



0.88



ISTD Recovery%



85.2



92.3



95.7



97.3



98.1



100.8



101.0



100.9



1.08



0.64



0.43



0.48



0.34



0.20



4.43



4.12



0.96



0.89



0.69



0.51



40,497.65



268,046.28



396,336.18



RSD(%)



2.39



3.74



3.14



4.42



2.76



5.36



1,293,728.14



445,625.31



1,516,976.29



150,980.04



955,025.69



89,764.78



2,940,956.06



4,059,449.73



407,187.50



2,441,313.30



92,365.93



78,177.31



CPS



827,315.46



2,147,503.36



588,654.52



2,970,460.58



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.618E-03



8.397E-04



4.367E-03



8.669E-05



7.217E-06



Ratio



403.34



8.00



3.21



721.14



34.00



CPS



-11.88



37.12



21.00



111.07



151.00



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.640



0.361



0.447



0.005



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



463 of 555
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.014E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.822E+00



7.308E-01



1.938E+00



2.933E-01



1.538E-01



8.678E-02



3.526E-01



4.573E-02



1.365E+00



1.760E+00



1.005E+00



8.548E+01



1.444E-01



6.571E-01



1.626E+01



7.807E+00



2.761E+00



5.387E+00



2.441E-01



1.572E-01



1.207E-01



4.362E-02



4.829E-01



1.638E-01



Ratio



1.645E-01



1.980E-01



6.597E-01



4.476E-01



9.920E-02



168,730.29



25,533.82



13,387.88



37,335.57



86,626.67



118,880.55



153,214.31



87,471.09



7,442,519.98



245,700.62



63,629.39



1,415,432.17



679,748.19



240,425.36



469,065.69



30,697.35



3,981.74



508,199.47



183,693.86



1,205,102.92



408,900.62



360,473.45



1,640,130.22



0.90



CPS



124,453.17



149,738.24



1,355,789.62



1,300,955.09



288,279.62



717,257.73



461,887.04



2.12



1.73



0.80



1.05



1.03



0.86



0.23



2.69



1.50



1.37



1.11



2.63



0.98



0.47



0.99



1.46



1.29



0.79



1.50



0.76



1.21



0.78



0.63



1.55



RSD(%)



2.30



1.76



0.21



0.96



0.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



79.307



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.208



71.406



72.002



65.943



72.689



66.487



4229.641



77.543



69.819



69.390



71.831



4140.631



70.102



70.858



3946.091



4014.301



3715.155



3840.836



76.399



82.908



75.004



68.839



72.465



70.051



Conc



71.777



78.040



3957.199



71.738



79.335



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:32



Sample Name MDL-AQ-B1CONF



Sample Type Sample



File Name 034SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:25 AM on:11/5/2019



Raw Data MA47752    page 67 of 133



Inst QC: MA47752



464 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.2



95.7



94.8



90.3



99.3



Det



Pulse



Pulse



Pulse



Pulse



82.7



83.9



89.4



87.1



95.5



96.3



0.85



ISTD Recovery%



77.8



88.4



91.9



95.2



98.1



104.6



106.9



103.2



0.17



0.18



0.49



0.41



1.06



0.90



3.36



4.47



0.75



1.18



0.42



0.13



39,822.39



258,205.21



397,424.74



RSD(%)



1.39



2.55



3.57



3.46



3.81



3.42



1,251,385.20



430,211.82



1,540,667.96



154,318.48



946,216.01



88,525.73



2,939,023.57



4,210,808.27



430,737.96



2,495,993.76



87,069.18



72,641.61



CPS



756,318.27



2,054,992.10



565,068.41



2,906,213.29



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.034E-018,097.804.44ug/l



Units



308.5023Se
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Inst QC: MA47752



465 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.299E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.156E-02



2.198E-02



1.382E-01



4.608E-02



4.485E-03



1.221E-03



4.911E-02



2.645E-03



7.622E-02



6.012E-02



4.633E-02



1.966E+00



4.154E-03



1.884E-02



2.163E+00



7.941E-01



6.384E-02



7.144E-01



9.985E-04



1.737E-02



1.008E-02



1.309E-03



6.887E-03



4.566E-03



Ratio



1.105E-03



2.440E-01



8.622E-02



6.649E-02



2.553E-03



13,236.48



4,412.98



429.68



560.85



10,558.75



7,299.78



5,759.05



4,436.33



188,283.20



2,065.24



2,105.74



207,172.33



76,064.78



6,113.89



68,428.91



4,703.09



253.34



41,218.71



5,344.62



16,938.76



11,225.50



10,211.24



46,325.52



1.69



CPS



968.05



213,413.36



191,358.38



198,633.56



7,625.80



2,993.79



52,050.11



1.60



0.85



0.98



1.80



6.80



5.81



3.45



1.32



1.60



1.67



5.46



0.66



1.16



1.75



0.77



1.07



4.20



0.15



15.14



1.85



2.86



5.70



2.48



1.82



RSD(%)



12.19



3.01



1.02



0.72



1.28



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



7.914



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.551



2.022



4.938



9.902



2.085



0.934



576.448



4.468



3.764



2.191



3.280



93.143



1.976



1.989



511.995



408.039



84.105



485.208



0.311



8.872



6.252



2.049



1.024



1.907



Conc



0.502



96.259



502.109



10.634



2.026



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 14:37



Sample Name MDL-AQCONF



Sample Type Sample



File Name 035SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 69 of 133



Inst QC: MA47752



466 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.0



99.8



98.0



95.1



99.8



Det



Pulse



Pulse



Pulse



Pulse



91.0



92.8



94.2



93.0



95.3



95.5



0.41



ISTD Recovery%



90.0



95.4



96.6



97.9



100.0



101.5



100.8



101.7



0.76



0.88



0.42



0.43



0.73



0.30



2.22



4.48



0.85



0.83



0.52



0.95



41,180.71



271,965.44



399,269.93



RSD(%)



2.39



2.74



3.62



3.08



2.63



3.13



1,319,483.04



459,291.11



1,536,783.10



153,058.70



954,306.98



92,323.44



2,996,665.35



4,087,757.86



406,167.97



2,459,063.40



95,785.74



80,370.16



CPS



874,803.14



2,219,259.71



593,784.60



2,987,630.69



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.137E-0388.0014.26ug/l



Units



2.3353Se
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Raw Data MA47752    page 70 of 133



Inst QC: MA47752



467 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.0



94.7



97.3



RSD(%)



3.66



2.33



3.81



CPS



825,896.60



2,201,918.20



598,110.58



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.575E-01



2.748E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.099E+00



1.075E+00



2.857E+00



4.739E-01



2.209E-01



1.354E-01



8.647E-01



5.932E-02



2.028E+00



2.586E+00



1.446E+00



2.156E+02



2.124E-01



9.702E-01



4.107E+01



2.004E+01



7.240E+00



1.392E+01



3.215E-01



2.013E-01



1.666E-01



6.488E-02



6.938E-01



2.397E-01



Ratio



2.484E-01



5.529E-01



1.652E+00



6.672E-01



1.304E-01



263,968.31



43,787.43



20,417.51



60,171.85



114,456.97



10,999.83



187,372.79



239,025.50



133,609.36



19,926,701.98



378,822.13



99,336.01



3,795,804.43



1,851,566.87



669,152.77



1,286,350.09



79,918.80



5,481.16



706,818.53



275,411.15



1,725,810.13



596,091.75



528,304.85



2,412,646.66



1.18



1.64



CPS



205,020.97



456,250.60



3,638,465.47



1,968,264.24



384,641.30



956,203.06



598,696.28



1.50



2.23



1.56



2.13



0.87



1.07



0.53



4.06



1.10



0.66



0.45



1.12



0.33



0.69



1.11



1.01



0.77



0.92



1.65



0.73



3.26



2.24



2.31



0.52



RSD(%)



2.90



3.63



0.61



1.02



0.42



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.897



208.584



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.174



52.550



53.116



53.443



52.230



51.862



5197.800



50.288



51.873



51.036



51.688



5223.579



51.577



52.323



4996.557



5151.096



4872.057



4983.856



50.309



53.141



51.772



51.203



52.058



51.242



Conc



54.172



109.241



4968.553



53.469



52.149



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:42



Sample Name CCVA



Sample Type CCV



File Name 036_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 71 of 133



Inst QC: MA47752



468 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



96.3



95.2



90.8



98.8



Pulse



87.8



89.6



91.5



90.0



96.6



98.0



0.72



96.7



99.2



105.5



105.9



102.8



0.25



0.21



0.57



1.77



0.67



0.54



5.08



4.05



1.85



0.89



0.21



0.32



40,018.52



259,488.38



395,365.12



2.23



2.82



5.48



1,281,664.60



444,431.95



1,558,256.19



157,051.42



950,740.31



89,032.46



2,973,940.53



4,248,306.29



426,792.38



2,487,108.09



92,424.55



77,577.44



2,949,565.06



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:25 AM on:11/5/2019
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Inst QC: MA47752



469 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.320E-04



1.410E-03



7.234E-03



1.607E-03



0.000E+00



2.919E-03



6.310E-03



5.936E-04



7.190E-02



1.273E-04



5.351E-04



9.657E-02



2.425E-03



4.340E-03



3.705E-02



7.519E-05



9.863E-04



1.644E-04



1.609E-05



2.967E-04



1.655E-04



Ratio



3.088E-05



1.363E-02



4.279E-03



2.040E-04



1.304E-04



650.03



262.23



566.69



53.33



6,459.38



47.76



126.67



8,676.09



217.78



390.01



3,329.33



144.45



0.00



680.05



66.67



733.39



410.03



313.35



1,323.42



CPS



25.33



11,189.16



9,113.35



600.04



383.36



220.01



2,893.79



80.45



295.74



38.25



63.76



0.00



325.22



67.12



81.23



6.84



100.68



57.88



4.25



25.65



5.90



-50.26



16.59



10.40



20.00



147.69



23.24



45.90



RSD(%)



15.84



2.42



10.81



24.81



9.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.003



0.004



0.029



2.303



-0.009



0.004



0.032



0.004



0.684



0.010



0.007



4.258



0.466



2.006



-0.599



0.011



0.097



0.043



0.004



0.017



0.012



Conc



0.017



2.544



4.230



0.003



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 14:47



Sample Name CCB



Sample Type CCB



File Name 037_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 73 of 133



Inst QC: MA47752



470 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.4



96.2



95.5



92.8



97.8



Det



Pulse



Pulse



Pulse



Pulse



85.4



88.1



91.6



88.5



92.9



93.8



0.33



ISTD Recovery%



84.5



91.6



93.9



96.5



98.0



102.5



102.8



102.3



0.93



1.06



0.57



0.31



0.49



0.72



2.79



3.29



0.41



1.48



0.66



0.81



40,143.33



265,369.83



391,357.45



RSD(%)



0.74



2.37



3.41



4.34



3.41



2.39



1,283,101.13



437,168.14



1,497,595.67



150,321.76



948,990.00



89,013.32



2,936,373.51



4,126,604.63



414,418.28



2,475,017.20



89,845.29



76,281.25



CPS



821,097.97



2,129,569.97



577,048.53



2,945,612.14



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.289E-03



8.140E-04



2.746E-03



9.275E-05



1.493E-05



Ratio



246.67



8.33



6.55



563.35



32.67



CPS



-2.22



37.85



33.82



216.35



118.35



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.386



0.161



0.040



0.004



0.005



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



471 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.030E-04



1.469E-03



6.055E-03



3.662E-03



4.887E-05



2.555E-03



5.902E-05



1.111E-03



2.398E-03



9.332E-04



4.408E-02



1.488E-04



5.203E-04



1.023E-01



4.267E-03



2.233E-03



3.859E-02



2.876E-05



3.418E-04



7.326E-05



2.447E-05



1.458E-04



1.241E-04



Ratio



2.703E-05



1.044E-02



6.259E-03



3.544E-04



9.134E-05



575.57



347.79



4.67



105.56



227.78



88.89



4,188.46



28.88



140.00



9,724.57



405.57



212.23



3,668.31



243.34



5.56



300.02



100.00



360.02



306.69



366.69



1,286.75



CPS



24.00



9,265.48



14,017.67



1,050.08



270.01



86.67



1,020.08



-482.28



265.20



71.77



25.03



-76.47



33.70



111.49



-9.19



-15.11



43.55



392.21



42.81



21.42



6.24



3.52



39.13



-436.65



54.57



-5.60



53.63



52.34



14.64



86.13



RSD(%)



10.34



4.01



0.82



22.78



18.58



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.001



0.034



0.034



0.718



-0.032



40.030



0.205



-0.210



-0.227



0.082



0.048



0.077



0.031



24.800



4.698



2.937



-0.247



0.019



-0.369



0.072



0.054



0.031



0.017



Conc



0.080



9.567



50.968



0.078



0.143



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 14:52



Sample Name MDL-SOIL-MB1CONF



Sample Type Sample



File Name 038SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path



Page 1 of 2 Printed at: 8:26 AM on:11/5/2019
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Inst QC: MA47752



472 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



95.7



98.5



96.4



94.2



98.1



Det



Pulse



Pulse



Pulse



Pulse



90.3



91.7



93.5



91.6



94.5



95.5



0.16



ISTD Recovery%



91.3



96.3



99.1



97.2



99.5



102.1



101.5



102.2



0.39



1.10



1.07



0.51



0.76



0.60



1.60



4.32



1.78



0.83



0.73



0.84



40,500.92



269,328.20



392,474.71



RSD(%)



0.71



3.04



1.85



3.46



3.69



3.14



1,309,191.20



452,697.72



1,523,564.84



153,143.81



961,967.64



91,117.99



2,983,432.15



4,111,805.56



409,205.83



2,471,951.42



95,057.30



79,398.80



CPS



887,067.65



2,239,735.28



609,036.00



2,966,020.27



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



4.126E-04



8.228E-04



4.707E-06



Ratio



2.12



186.67



33.33



CPS



-1.57



23.48



170.46



RSD(%)



ug/l



ug/l



ug/l



Units



-2.807



0.837



0.0052



2



3



Sn



Se



Cd
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Inst QC: MA47752



473 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



82.3



91.4



93.7



RSD(%)



2.59



2.92



3.82



CPS



799,894.03



2,125,556.32



576,365.20



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.276E-01



1.244E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.855E+00



7.488E-01



2.007E+00



3.458E-01



1.702E-01



9.150E-02



3.617E-01



4.671E-02



1.384E+00



1.779E+00



9.987E-01



8.624E+01



1.415E-01



6.447E-01



1.664E+01



7.919E+00



2.812E+00



5.468E+00



1.247E-01



1.766E-01



1.259E-01



4.346E-02



4.633E-01



1.591E-01



Ratio



1.692E-01



1.956E-01



6.628E-01



4.470E-01



9.819E-02



176,372.50



30,385.90



14,961.84



39,124.85



97,308.61



4,836.89



121,638.74



156,351.61



87,772.02



7,579,101.37



250,929.02



65,809.44



1,462,602.55



695,925.60



247,109.80



480,514.74



31,790.85



4,105.11



523,619.51



180,842.56



1,151,460.19



395,485.61



351,712.77



1,602,852.45



1.63



4.90



CPS



135,271.75



156,382.32



1,408,687.84



1,298,385.37



285,251.65



366,491.15



519,043.86



0.41



0.68



0.37



0.81



1.65



1.00



1.79



1.98



0.87



1.09



0.70



0.76



2.86



2.16



0.51



0.66



0.40



0.79



1.98



0.53



1.20



1.75



3.25



3.68



RSD(%)



3.49



4.65



0.56



0.64



0.37



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



224.485



470.822



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



185.169



182.921



186.426



194.602



201.211



175.247



10849.999



197.998



176.939



175.383



178.513



10443.262



171.702



173.812



10100.312



10178.977



9457.486



9746.204



97.542



232.990



195.651



171.477



173.794



170.051



Conc



184.514



192.793



9939.218



179.073



196.315



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 14:57



Sample Name MDL-SOIL-B1CONF



Sample Type Sample



File Name 039SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



474 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.4



93.8



92.6



89.6



96.4



Pulse



83.5



86.0



89.4



86.6



93.6



94.3



0.68



95.2



98.1



103.3



103.9



102.8



1.29



0.42



0.52



0.75



1.14



0.48



4.53



3.46



0.48



1.22



0.46



0.79



38,893.07



256,082.01



385,696.33



3.24



3.49



4.36



1,252,566.48



427,613.89



1,510,167.27



151,148.10



937,986.01



86,723.45



2,939,354.74



4,160,458.17



418,595.00



2,486,159.34



87,883.15



74,455.83



2,904,921.42



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



Page 2 of 2 Printed at: 8:26 AM on:11/5/2019
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Inst QC: MA47752



475 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.142E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.064E-02



4.279E-02



2.154E-01



1.039E-01



4.063E-03



1.322E-03



6.765E-02



1.708E-03



7.305E-02



6.525E-02



2.734E-02



6.670E-01



1.953E-03



8.637E-03



2.586E+00



1.218E+00



8.113E-02



8.527E-01



2.516E-03



1.176E-01



1.062E-02



2.457E-03



1.993E-03



2.158E-03



Ratio



2.359E-03



2.287E-01



1.293E-01



5.378E-02



2.071E-03



20,909.35



10,082.67



394.34



602.56



52,049.92



7,088.56



6,334.87



2,652.51



64,738.83



3,942.67



4,152.90



250,881.27



118,164.59



7,872.27



82,745.09



6,564.96



165.56



43,181.69



9,984.23



4,804.45



5,207.95



4,707.76



20,827.55



9.48



CPS



2,145.52



207,986.14



290,873.63



159,198.27



6,131.68



7,459.06



347,935.15



5.19



1.70



1.91



1.21



5.58



7.12



1.67



12.84



1.49



7.62



5.07



3.43



2.23



0.74



2.16



0.97



2.11



1.46



6.46



4.47



3.54



3.46



3.70



4.71



RSD(%)



2.79



0.62



1.54



1.75



4.88



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



111.033



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.616



10.146



19.538



57.525



4.715



2.529



1999.269



7.196



9.005



5.985



4.805



75.514



2.269



2.221



1537.444



1564.577



268.439



1461.324



1.965



154.875



16.473



9.655



0.724



2.193



Conc



2.623



225.507



1904.194



21.490



4.102



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 15:02



Sample Name MDL-SOILCONF



Sample Type Sample



File Name 040SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



476 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



94.6



99.2



97.7



93.1



96.9



Det



Pulse



Pulse



Pulse



Pulse



92.2



94.7



92.7



92.3



94.0



94.5



1.95



ISTD Recovery%



93.6



96.7



99.1



97.0



98.8



100.9



99.6



99.7



0.46



0.69



0.90



2.70



1.37



1.75



4.10



3.34



1.28



1.02



0.48



1.23



41,033.68



266,165.48



387,571.75



RSD(%)



2.79



2.99



3.24



3.30



3.29



3.30



1,298,525.02



455,879.11



1,515,779.21



151,429.83



950,110.28



91,770.92



2,961,705.62



4,064,771.50



401,529.37



2,411,046.06



97,047.79



81,955.93



CPS



909,372.25



2,248,961.27



609,279.49



2,961,123.29



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.062E-0384.6719.55ug/l



Units



5.5523Se
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Inst QC: MA47752



477 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



86.0



94.3



95.3



RSD(%)



2.36



4.53



5.26



CPS



835,676.91



2,192,504.71



585,718.57



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.604E-01



2.680E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.094E+00



1.069E+00



2.826E+00



4.684E-01



2.220E-01



1.361E-01



8.785E-01



6.031E-02



2.018E+00



2.578E+00



1.450E+00



2.180E+02



2.137E-01



9.744E-01



4.163E+01



2.006E+01



7.208E+00



1.403E+01



3.285E-01



2.047E-01



1.719E-01



6.604E-02



6.932E-01



2.420E-01



Ratio



2.473E-01



5.442E-01



1.664E+00



6.669E-01



1.322E-01



263,975.65



43,740.54



20,730.65



59,454.52



113,775.41



10,402.70



188,449.14



240,744.05



135,419.17



20,360,808.63



382,306.12



99,880.47



3,887,948.74



1,873,757.29



673,215.63



1,310,090.89



82,044.19



5,632.32



688,066.12



264,493.06



1,633,180.60



570,194.86



503,381.97



2,294,909.73



0.88



2.07



CPS



206,689.78



454,835.19



3,646,991.40



1,915,985.54



379,702.97



941,195.87



586,179.22



1.67



1.44



0.72



1.61



1.65



0.63



0.92



3.09



2.31



2.10



2.57



1.34



2.32



2.00



0.65



0.67



1.54



0.82



1.10



1.18



2.56



1.24



3.59



3.60



RSD(%)



2.28



1.23



0.56



1.36



0.65



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.476



203.392



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



53.098



52.278



52.555



52.817



52.478



52.129



5280.341



51.127



51.623



50.867



51.845



5281.492



51.885



52.546



5064.152



5158.039



4850.534



5022.769



51.403



54.036



53.444



52.118



52.015



51.748



Conc



53.939



107.531



5002.579



53.448



52.872



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 15:31



Sample Name CCVA



Sample Type CCV



File Name 041_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



478 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.1



93.4



92.4



87.9



95.8



Pulse



88.7



89.3



90.2



88.4



94.7



96.1



0.42



94.1



95.6



99.5



99.3



97.4



0.85



0.50



0.77



0.70



1.09



0.93



6.62



5.66



0.56



0.49



0.28



0.79



38,807.22



251,406.54



383,250.70



4.70



4.70



7.32



1,263,012.17



436,886.16



1,526,791.89



154,036.62



935,307.19



86,366.83



2,864,980.89



4,006,388.79



400,153.30



2,355,429.55



93,395.80



77,295.91



2,871,992.46



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



479 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.909E-04



1.595E-03



5.578E-03



1.496E-03



4.933E-05



2.538E-03



6.344E-03



5.378E-04



7.309E-02



1.103E-04



4.855E-04



9.116E-02



2.724E-03



4.473E-03



3.925E-02



6.779E-05



1.405E-03



1.671E-04



2.089E-05



2.468E-04



1.211E-04



Ratio



3.967E-05



1.063E-02



3.990E-03



1.928E-04



1.285E-04



505.57



230.00



575.58



48.89



6,627.23



35.54



144.45



8,262.51



246.67



405.57



3,558.27



135.56



4.45



670.04



83.33



603.37



296.68



270.01



1,186.74



CPS



33.33



8,943.04



8,673.07



566.70



380.02



196.68



4,104.15



223.05



165.09



-261.73



50.66



110.25



-43.42



41.86



348.93



6.87



94.42



28.37



9.71



18.02



5.04



64.21



34.58



9.29



22.32



82.54



5.28



84.38



RSD(%)



20.81



5.18



15.30



103.86



26.07



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.001



0.013



-0.002



1.632



0.033



-0.005



0.033



0.002



0.712



0.006



0.004



3.599



0.543



2.095



0.190



0.010



0.208



0.044



0.008



0.014



0.003



Conc



0.019



1.951



3.358



0.003



0.044



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 15:36



Sample Name CCB



Sample Type CCB



File Name 042_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



480 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.0



94.5



92.2



90.5



94.1



Det



Pulse



Pulse



Pulse



Pulse



86.1



87.1



91.3



88.1



91.5



92.2



0.50



ISTD Recovery%



86.5



93.5



95.1



96.6



97.6



99.7



98.9



101.1



1.49



1.65



1.47



0.63



0.64



0.85



5.22



2.87



1.11



1.43



0.13



1.19



38,739.37



258,846.20



376,645.11



RSD(%)



2.44



3.37



3.90



2.58



3.88



5.30



1,278,292.59



435,298.91



1,474,867.89



147,745.68



924,613.99



87,409.81



2,925,550.47



4,015,033.58



398,669.15



2,446,050.43



90,656.13



75,380.99



CPS



840,841.84



2,175,480.07



584,798.61



2,946,862.15



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.824E-03



8.088E-04



2.354E-03



9.937E-05



1.755E-05



Ratio



213.34



9.00



7.66



794.48



31.33



CPS



-13.76



14.01



-428.25



52.36



75.60



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.279



0.157



-0.005



0.005



0.006



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



481 of 555
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.973E-04



1.565E-03



8.270E-03



1.470E-02



2.384E-04



2.041E-03



3.847E-05



1.091E-02



1.461E-02



1.439E-03



7.068E-02



1.525E-04



6.663E-04



1.201E-01



4.542E-03



2.415E-03



3.831E-02



5.727E-05



3.815E-03



3.041E-04



3.072E-05



2.376E-04



1.712E-04



Ratio



2.733E-05



1.239E-02



4.716E-03



2.789E-04



1.106E-04



715.58



1,272.30



20.67



944.49



1,264.51



124.45



6,119.22



34.43



135.56



10,395.06



393.34



208.89



3,317.11



176.67



3.33



1,276.79



130.01



590.04



423.36



376.69



1,650.11



CPS



21.33



9,592.43



9,813.93



813.40



323.35



166.68



11,098.43



96.52



76.08



21.42



3.00



34.05



20.66



1.17



5.42



6.19



67.87



6.01



40.69



17.06



3.26



13.71



35.19



-449.95



7.83



1.56



13.86



35.43



10.71



57.58



RSD(%)



13.65



3.56



6.01



31.84



32.63



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.002



0.023



0.096



2.789



0.077



9.823



0.047



0.418



0.392



0.069



1.308



0.033



0.028



14.250



2.020



1.420



-0.294



0.017



1.692



0.172



0.031



0.026



0.027



Conc



0.032



4.596



11.092



0.019



0.073



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:41



Sample Name mp18106-mb1 4



Sample Type Sample



File Name 043SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



91.8



92.0



92.3



88.9



94.5



Det



Pulse



Pulse



Pulse



Pulse



82.3



83.9



89.2



84.9



92.0



92.9



0.27



ISTD Recovery%



79.8



89.5



93.3



95.7



97.0



104.6



104.6



102.5



0.40



0.61



1.07



0.37



1.77



0.57



4.19



3.36



0.85



1.26



1.66



1.24



38,774.92



254,135.82



378,006.34



RSD(%)



3.60



2.96



3.92



2.82



3.35



4.78



1,249,586.10



419,378.28



1,484,047.20



148,983.85



922,538.12



85,112.48



2,908,235.42



4,211,561.08



421,364.99



2,479,277.46



86,560.65



72,654.99



CPS



774,980.67



2,080,621.32



573,312.86



2,918,866.00



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



4.734E-03



6.006E-04



1.301E-05



Ratio



5.42



1,985.73



23.33



CPS



7.49



-14146.63



154.61



RSD(%)



ug/l



ug/l



ug/l



Units



0.607



-0.003



0.0082



2



3



Sn



Se



Cd



Page 2 of 2 Printed at: 8:28 AM on:11/5/2019



Raw Data MA47752    page 86 of 133



Inst QC: MA47752
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7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.566E-02



2.572E-04



Det



Pulse



Pulse



Pulse



Pulse



1.920E-02



8.593E-03



1.415E-01



1.426E-03



4.533E-03



9.314E-02



1.003E-02



5.563E-03



4.971E-02



5.418E-03



1.821E-04



1.188E-02



6.087E-04



1.764E-04



1.539E-04



1.663E-04



6.179E-04



2.404E-01



Ratio



3.335E-05



1.162E-02



1.074E-02



6.665E-03



1.373E-04



4.521E-05



2.476E-03



1.850E-04



387.79



7,966.85



1,338.98



22.00



15.56



1,015.61



1,642.34



734.47



12,106.53



122.20



1,510.10



20,564.01



858.93



475.57



4,251.81



463.35



7,145.55



770.06



2,533.68



430.02



376.69



406.69



CPS



25.33



8,898.62



22,348.78



19,481.37



400.02



130.01



1.80



31.42



12.83



0.80



3.85



1.80



7.49



6.17



14.31



8.89



1.51



13.38



22.10



16.51



19.40



2.27



13.30



15.60



14.67



19.94



7.25



23.78



4.29



15.77



ug/l



ug/l



RSD(%)



27.13



2.41



1.14



2.94



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.313



3.259



3.006



0.086



0.291



0.468



0.573



0.581



4.741



0.029



0.023



43.558



4.844



5.657



7.889



50.484



0.982



0.098



0.944



0.017



0.020



0.039



Conc



0.035



4.293



47.402



1.043



0.094



0.013



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



ISTDMass



Fe



Co



Ni



Cu



Zn



As



K



Ca



Ti



V



Cr



Mn



Pb



Pb



Pb



Na



Mg



Al



Mo



Ag



Sn



Sb



Ba



Tl



FullQuant Table



Element



Be



B



Ca



Sr



Tune Step
1
2
3



Tune File



Bkg Mode Count Subtraction except for ISTD



Interference File



FQ Blank File



VIS Fit Point to Point



Cal Title



Cal Type External Calibration
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Bkg File



Total Dilution 2.000



Operator Name Metals



Acq Mode Spectrum



Comment Cu?



Prep Dilution 2.000



Auto Dilution N/A



Acq Time 11/4/2019 15:46



Sample Name jc97564-3



Sample Type Sample



File Name 044SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



484 of 555



JC97617



7
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Quantitation Report



3



3



Element Mass ISTD Tune Conc Units RSD(%) CPS



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.30



0.30



0.30



0.30



0.30



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



92.3



90.8



91.3



91.1



87.6



94.0



101.1



81.3



83.3



88.4



84.1



91.7



0.55



0.65



ISTD Recovery%



78.8



89.5



91.6



95.7



96.2



103.4



103.3



1.15



0.35



1.84



1.78



0.98



1.91



2.38



3.00



3.74



1.27



0.72



0.48



RSD(%)



2.04



3.73



3.04



3.39



2.75



147,877.92



912,546.42



84,409.75



38,285.86



250,412.18



376,277.61



2,444,446.58



85,544.20



72,136.85



1,237,784.57



415,408.53



1,478,251.26



CPS



765,762.70



2,080,517.68



563,413.19



2,921,313.71



2,884,100.26



4,162,632.44



416,424.41



Mass



Ho



Bi



Sc



Ge



Rh



Tb



Bi



Sc



Ge



Rh



In



Tb



3



3



Element



Li



Sc



Ge



Rh



In



Tb



Ho



2



2



2



2



3



3



1



1



1



2



2



2



Tune



1



1



1



1



1



3



3



3



ISTD Table



Ratio Det Time(sec) Rep



0.50



0.30



0.30



Pulse



Pulse



Pulse



1.296E-05



3.310E-03



6.431E-0424.67



5.40



1,374.54



42.04



144.23



240.76



ug/l



ug/l



ug/l0.062



0.008



0.037



2



2



3



Cd



Sn



Se
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Inst QC: MA47752



485 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.932E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.915E+00



7.660E-01



2.028E+00



3.032E-01



1.465E-01



9.199E-02



3.355E-01



4.411E-02



1.441E+00



1.825E+00



1.037E+00



8.329E+01



1.583E-01



7.180E-01



1.567E+01



7.493E+00



2.619E+00



5.109E+00



2.268E-01



1.492E-01



1.147E-01



4.489E-02



5.010E-01



1.778E-01



Ratio



1.745E-01



2.067E-01



6.329E-01



4.634E-01



9.402E-02



177,028.66



26,465.63



12,790.32



38,437.24



80,716.58



125,770.54



159,334.54



90,554.94



7,270,043.60



254,402.61



66,855.80



1,368,153.77



654,046.94



228,630.54



445,903.94



29,286.46



3,849.48



489,003.91



191,330.24



1,241,717.27



440,727.12



392,441.69



1,780,031.97



0.57



CPS



132,222.00



156,574.43



1,337,866.00



1,347,837.40



273,556.12



663,932.26



436,738.03



2.07



2.34



1.56



1.76



1.60



1.67



1.87



4.92



1.86



0.62



0.76



0.94



0.75



1.03



1.36



0.86



1.41



0.89



0.50



1.54



0.79



1.28



1.03



1.18



RSD(%)



2.26



4.88



0.73



0.58



0.81



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.027



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.616



74.852



75.364



68.193



69.273



70.478



4024.729



74.786



73.694



71.985



74.177



4034.456



76.865



77.432



3804.266



3852.716



3523.907



3640.754



70.980



78.682



71.315



70.843



75.188



76.007



Conc



76.140



81.500



3795.525



74.260



75.193



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:51



Sample Name mp18106-b1



Sample Type Sample



File Name 045SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.6



92.8



92.5



86.9



94.5



Det



Pulse



Pulse



Pulse



Pulse



82.9



84.1



88.1



84.6



92.5



94.2



0.83



ISTD Recovery%



78.0



90.9



92.8



95.3



97.7



105.8



106.2



102.5



0.45



1.39



0.81



0.41



1.58



1.54



3.93



4.63



1.18



1.10



0.35



1.02



38,850.70



248,306.57



377,979.94



RSD(%)



0.94



3.43



3.83



3.80



3.64



4.28



1,233,792.07



417,866.77



1,491,786.75



150,919.06



909,841.42



85,807.79



2,927,064.23



4,262,584.00



427,811.20



2,478,291.00



87,289.38



72,802.51



CPS



757,639.32



2,113,595.91



570,307.10



2,909,194.64



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse2.058E-017,997.084.09ug/l



Units



312.0753Se
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Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.7



RSD(%)



0.86



CPS



745,012.38



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.943E-01



2.522E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.905E+00



7.613E-01



2.103E+00



3.142E-01



3.176E+00



9.047E-02



7.026E-01



4.453E-02



1.426E+00



1.852E+00



1.227E+00



3.102E+02



1.592E-01



7.262E-01



2.715E+01



8.912E+00



2.693E+00



8.535E+00



2.264E-01



1.507E-01



1.152E-01



4.851E-02



5.069E-01



1.803E-01



Ratio



1.754E-01



2.326E-01



1.352E+00



6.234E-01



9.563E-02



175,959.60



26,294.19



265,766.34



36,707.42



78,830.81



7,578.82



119,306.72



154,989.64



102,626.21



25,951,918.41



243,070.93



63,695.22



2,271,440.60



745,654.57



225,330.72



714,095.82



58,793.65



3,726.12



480,420.51



202,303.81



1,226,923.58



436,334.34



385,475.01



1,757,868.11



0.37



16.32



CPS



130,704.24



173,301.30



2,749,095.17



1,748,800.65



268,276.76



644,535.73



429,242.05



0.40



0.59



0.42



2.22



0.19



1.89



1.12



1.50



0.57



0.64



0.32



0.15



1.99



1.68



1.08



0.70



0.22



0.59



1.12



0.95



0.98



1.15



1.86



1.91



RSD(%)



1.27



2.57



0.57



2.37



0.98



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.474



382.700



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.359



74.387



78.152



70.687



1502.292



69.310



8443.607



75.497



72.916



73.048



87.701



15028.926



77.318



78.317



6599.987



4582.287



3623.061



6100.993



70.851



79.509



71.601



76.569



76.066



77.075



Conc



76.526



91.736



8127.962



99.914



76.474



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 15:57



Sample Name mp18106-s1



Sample Type Sample



File Name 046SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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JC97617



7
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.8



72.8



72.7



67.9



74.6



Pulse



Pulse



Pulse



79.5



80.9



84.6



82.1



91.3



92.5



18.38



87.4



91.2



92.0



95.0



103.6



105.5



100.1



0.69



0.87



0.85



20.64



14.40



19.20



2.58



3.30



1.14



0.45



0.81



0.72



30,524.31



194,011.77



298,356.56



1.29



2.47



3.44



3.82



3.21



1,184,169.75



405,753.52



1,472,652.27



148,226.45



892,281.49



67,294.94



2,847,863.31



4,170,672.96



425,088.66



2,420,187.20



83,672.88



70,029.29



2,033,208.82



560,767.48



2,805,823.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



489 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.7



92.5



93.7



RSD(%)



0.58



3.15



5.05



CPS



822,816.50



2,150,227.26



576,131.45



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.000E-02



2.096E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.409E-01



1.052E-01



1.863E-01



3.840E-02



2.791E-01



7.528E-03



5.924E-02



3.868E-03



1.211E-01



2.078E-01



1.079E-01



2.405E+01



1.300E-02



5.896E-02



2.298E+00



7.370E-01



2.253E-01



7.359E-01



1.865E-02



1.514E-02



9.862E-03



4.156E-03



4.058E-02



1.475E-02



Ratio



1.406E-02



2.573E-02



1.176E-01



4.941E-02



7.625E-03



16,862.72



3,476.04



25,264.88



3,243.33



8,619.56



796.70



10,966.68



18,807.36



9,769.13



2,176,363.25



21,804.83



9,518.95



207,971.90



66,704.54



20,389.33



66,605.68



5,362.20



350.01



40,509.76



17,081.73



98,531.67



35,822.13



31,553.96



143,121.72



2.17



10.52



CPS



11,571.52



21,169.65



252,802.23



145,004.93



22,366.17



54,244.51



44,017.46



1.05



0.90



1.25



2.71



0.78



4.13



1.50



4.64



5.66



2.68



2.34



0.40



1.17



0.58



0.60



1.14



2.29



1.40



2.84



2.44



1.55



1.29



1.57



0.84



RSD(%)



0.69



0.36



0.87



2.66



2.02



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



83.987



386.998



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



78.031



127.049



84.128



102.034



1649.889



72.075



8730.672



81.768



75.822



100.362



96.075



14540.297



78.417



78.972



6810.631



4733.200



3767.808



6258.037



72.962



96.130



76.435



81.797



76.003



78.325



Conc



76.920



123.445



8637.499



98.684



76.044



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:02



Sample Name mp18106-s1



Sample Type Sample



File Name 047SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



490 of 555



JC97617



7
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.6



94.1



90.5



88.7



93.4



Pulse



86.0



87.9



90.0



87.2



92.5



93.3



0.72



96.1



97.0



102.0



101.7



100.4



1.18



0.27



0.46



0.69



0.57



0.31



4.55



3.57



0.88



1.72



1.11



0.65



38,017.21



253,560.14



373,617.26



3.13



3.90



4.79



1,260,550.54



430,880.59



1,492,235.77



149,524.91



930,697.12



87,042.39



2,908,846.18



4,108,863.17



409,650.32



2,427,474.08



90,508.17



76,135.07



2,933,663.19



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



491 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.5



RSD(%)



2.16



CPS



743,534.96



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.945E-01



2.053E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.928E+00



7.684E-01



2.114E+00



3.224E-01



3.125E+00



9.189E-02



7.016E-01



4.497E-02



1.443E+00



1.858E+00



1.240E+00



3.057E+02



1.622E-01



7.376E-01



2.717E+01



8.945E+00



2.653E+00



8.444E+00



2.285E-01



1.520E-01



1.153E-01



4.861E-02



5.104E-01



1.829E-01



Ratio



1.785E-01



2.342E-01



1.363E+00



6.160E-01



9.555E-02



177,567.60



27,081.28



262,462.61



36,998.07



78,302.33



7,724.91



121,209.37



156,007.77



104,155.10



25,677,140.09



245,934.53



64,537.80



2,281,469.98



751,269.19



222,833.94



709,194.52



58,921.74



3,776.12



479,139.41



201,914.42



1,231,920.79



441,492.68



391,660.91



1,780,406.07



0.71



4.79



CPS



132,708.10



174,076.15



2,774,398.71



1,733,998.83



268,984.56



650,949.07



433,128.47



0.53



0.09



0.11



0.53



0.42



2.07



0.19



1.68



0.74



0.56



0.03



0.66



0.48



0.92



0.64



0.65



0.68



0.11



1.22



0.49



1.45



1.24



0.60



1.39



RSD(%)



1.59



3.17



0.72



0.72



0.51



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



76.551



311.404



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.963



75.089



78.573



72.557



1478.093



70.395



8431.192



76.239



73.805



73.255



88.676



14814.270



78.774



79.547



6604.053



4599.318



3569.495



6036.158



71.508



80.172



71.692



76.713



76.598



78.218



Conc



77.874



92.374



8191.922



98.722



76.417



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 16:07



Sample Name mp18106-s2



Sample Type Sample



File Name 048SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.5



89.2



89.6



83.4



91.2



Pulse



Pulse



Pulse



79.8



81.4



85.0



81.5



90.5



91.7



0.14



87.5



90.9



92.3



95.1



103.1



103.5



99.8



0.88



0.49



0.33



0.34



0.69



0.21



3.30



3.93



0.72



0.53



0.81



0.41



37,630.69



238,284.27



364,922.87



2.47



2.84



3.22



4.51



3.23



1,190,180.20



402,632.79



1,459,694.01



146,947.26



889,241.70



82,454.46



2,849,710.40



4,153,199.63



417,088.56



2,413,816.47



83,984.69



70,454.86



2,036,152.57



558,972.78



2,815,013.08



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



493 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



85.2



93.1



94.8



RSD(%)



1.96



2.85



3.51



CPS



827,784.87



2,165,217.57



582,855.72



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.786E-02



2.257E-02



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.601E-01



1.069E-01



1.998E-01



3.578E-02



2.948E-01



8.104E-03



6.451E-02



4.263E-03



1.327E-01



2.069E-01



1.165E-01



2.521E+01



1.381E-02



6.253E-02



2.466E+00



7.914E-01



2.415E-01



7.842E-01



1.978E-02



1.368E-02



1.084E-02



4.296E-03



4.313E-02



1.544E-02



Ratio



1.482E-02



2.583E-02



1.220E-01



5.395E-02



8.170E-03



18,070.82



3,237.09



26,667.86



3,481.23



7,671.21



849.37



12,003.09



18,717.24



10,538.56



2,280,570.05



23,527.36



9,670.15



223,090.05



71,588.15



21,844.86



70,937.68



5,835.73



385.57



44,238.50



17,542.44



104,437.05



37,386.90



33,438.78



151,401.47



0.77



2.39



CPS



12,262.77



21,381.02



264,151.36



156,006.95



23,631.60



57,645.15



39,837.32



0.25



4.79



0.46



1.88



0.89



7.01



2.23



5.41



1.37



3.05



3.91



1.90



1.33



1.97



1.36



0.87



2.69



0.79



1.90



3.75



3.03



0.80



1.97



3.51



RSD(%)



2.50



1.51



0.64



1.53



2.47



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



73.269



417.764



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



84.240



129.183



90.394



94.610



1742.452



77.585



9523.012



90.142



83.221



99.937



103.741



15245.031



83.356



83.794



7323.564



5082.619



4040.170



6691.378



77.372



86.487



84.039



84.555



80.804



81.978



Conc



81.025



123.970



8970.811



107.786



81.492



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:12



Sample Name mp18106-s2



Sample Type Sample



File Name 049SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752
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JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.2



94.1



89.6



87.4



91.4



Pulse



86.0



86.8



90.3



86.9



92.5



93.3



0.54



94.7



97.2



101.4



101.9



100.1



1.08



0.82



0.65



1.19



0.42



0.29



3.98



3.63



0.50



1.74



0.70



1.06



37,626.23



249,894.52



365,831.14



2.79



3.83



3.41



1,263,815.75



429,483.62



1,491,924.84



149,502.51



926,690.21



87,025.26



2,913,450.96



4,083,899.11



410,644.97



2,420,107.93



90,463.56



75,116.25



2,891,113.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



495 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



76.4



RSD(%)



2.58



CPS



741,957.74



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.153E-03



9.931E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



8.434E-03



5.034E-03



9.478E-02



3.093E-02



3.079E+00



1.934E-05



3.837E-01



5.850E-04



1.180E-02



2.392E-02



2.078E-01



2.352E+02



8.083E-04



3.834E-03



1.192E+01



1.411E+00



1.821E-02



3.489E+00



5.503E-05



1.520E-03



2.619E-04



3.314E-03



2.517E-04



9.933E-04



Ratio



2.699E-05



2.808E-02



7.402E-01



1.471E-01



2.925E-04



7,577.73



2,469.14



245,935.96



7.51



833.37



37.33



944.49



1,915.71



16,594.56



18,777,288.70



670.45



402.23



952,858.16



112,682.40



1,453.43



278,716.44



30,646.02



46.67



1,056.75



13,360.69



593.37



2,346.98



1,910.23



9,051.66



-12.81



93.06



CPS



20.00



20,831.32



1,462,177.06



404,153.94



803.39



156.67



4,300.86



19.32



12.31



7.75



11.29



8.96



25.99



9.43



17.61



7.34



7.55



9.25



10.18



4.41



3.61



8.57



9.28



11.73



8.91



32.25



5.21



13.39



3.02



9.61



4.32



RSD(%)



14.95



1.99



0.61



2.24



2.35



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.426



0.594



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.211



0.362



3.320



6.470



1456.139



0.013



4604.786



0.974



0.464



0.760



14.828



11397.077



0.351



0.370



2890.549



725.144



22.679



2477.510



0.016



0.476



0.146



5.215



0.028



0.379



Conc



0.032



10.808



4441.766



23.554



0.218



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Sn
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Mass
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V
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Pb



Pb
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K



Ag



Sn
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Tl



Pb



Element
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B
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Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 16:17



Sample Name jc97513-19



Sample Type Sample



File Name 050SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



496 of 555



JC97617



7
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.8



89.2



89.6



83.5



89.9



Pulse



Pulse



Pulse



76.3



78.1



81.0



78.5



85.8



86.6



1.70



84.9



88.1



90.1



94.5



100.0



101.3



97.6



6.23



6.11



6.42



1.25



1.23



0.33



3.75



4.02



8.02



5.34



6.59



6.30



37,660.71



238,780.64



359,552.04



3.49



2.99



3.73



4.04



4.57



1,134,658.78



387,776.82



1,383,553.63



138,842.45



852,415.09



82,503.95



2,831,435.77



4,028,491.29



408,386.32



2,361,024.70



80,267.40



67,641.52



1,975,609.97



541,504.55



2,747,827.15



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



497 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



84.9



92.7



93.7



RSD(%)



2.43



2.67



3.37



CPS



824,739.96



2,155,136.27



575,800.07



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.610E-03



5.436E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.952E-03



4.226E-02



2.317E-02



7.619E-03



2.899E-01



2.403E-06



3.484E-02



3.712E-04



3.932E-03



4.927E-02



2.969E-02



1.899E+01



1.975E-04



9.138E-04



1.102E+00



1.275E-01



3.625E-03



3.394E-01



3.081E-05



1.980E-03



1.347E-04



3.415E-04



1.045E-04



2.078E-04



Ratio



1.637E-05



7.687E-03



6.951E-02



1.322E-02



1.215E-04



2,069.07



681.14



25,882.04



1.03



1,106.73



20.00



351.12



4,403.02



2,650.29



1,695,223.51



263.21



3,772.80



98,376.43



11,380.27



323.34



30,302.96



3,109.28



33.33



540.04



1,366.80



250.01



496.69



470.03



2,180.16



-60.34



-339.07



CPS



13.33



6,337.16



149,797.50



38,215.28



350.02



90.01



5,741.53



12.08



3.72



2.82



13.16



1.52



2175.42



4.25



56.62



41.17



6.13



5.41



0.88



50.80



12.54



1.32



2.57



17.31



2.35



44.42



8.88



16.76



5.50



76.30



26.12



RSD(%)



20.01



4.24



0.38



2.30



22.27



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-3.040



-1.121



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.854



50.078



8.141



14.802



1713.485



0.002



5058.209



7.645



0.759



22.030



26.122



11475.235



0.681



0.687



3168.270



815.450



38.104



2699.025



0.103



8.998



0.838



6.524



0.077



0.534



Conc



0.344



34.203



5017.555



26.162



1.017



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1
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Mass
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Cu
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Ti



V



Cr



Mn



Fe



Pb



Pb
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Al



K



Ag



Sn
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Ba



Tl



Pb



Element
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B
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3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 25.000



Auto Dilution N/A



Total Dilution 25.000



Acq Time 11/4/2019 16:22



Sample Name jc97513-19



Sample Type Sample



File Name 051SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.6



90.4



87.7



86.0



89.8



Pulse



84.9



86.3



89.1



85.8



90.0



90.8



0.30



94.8



96.8



99.5



99.6



98.7



1.21



0.62



0.40



1.33



0.70



0.58



3.99



3.94



1.94



1.18



0.94



1.14



36,847.41



245,799.03



359,089.65



3.05



2.67



3.49



1,247,873.01



424,024.10



1,451,794.04



145,607.22



910,510.69



83,636.01



2,901,874.93



4,005,562.44



401,231.89



2,387,537.31



89,296.19



74,687.17



2,891,265.37



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb
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Inst QC: MA47752



499 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



87.0



94.2



95.6



RSD(%)



1.17



3.54



3.55



CPS



845,041.58



2,190,948.46



587,871.89



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.045E-04



6.229E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.792E-03



1.823E-03



2.586E-02



1.029E-02



6.726E-01



2.287E-06



7.705E-02



1.309E-04



3.406E-03



5.836E-03



4.395E-02



4.157E+01



3.066E-04



1.404E-03



2.356E+00



2.745E-01



4.933E-03



7.201E-01



1.252E-05



6.100E-04



1.305E-04



6.521E-04



1.287E-04



3.754E-04



Ratio



1.581E-05



9.504E-03



1.508E-01



2.955E-02



1.437E-04



2,412.47



960.05



62,739.20



1.00



397.79



24.00



317.79



544.46



4,099.55



3,876,749.29



167.31



170.00



219,697.51



25,602.23



460.02



67,160.22



7,186.39



12.22



520.03



2,603.68



313.35



910.07



743.38



3,396.98



-4.92



439.88



CPS



13.33



8,033.60



330,328.27



85,534.06



416.69



36.67



1,793.52



14.53



69.83



1.91



11.51



0.90



4816.03



1.94



16.30



31.73



19.03



1.06



1.33



23.56



12.76



1.46



1.49



6.77



1.21



86.38



-361.66



15.49



4.99



61.04



19.28



RSD(%)



15.75



5.97



0.68



4.10



25.56



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-4.629



0.154



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.191



0.241



3.759



8.945



1590.566



0.000



4563.941



1.020



0.169



0.225



15.549



10061.424



0.537



0.540



2794.701



704.190



24.042



2446.409



0.013



-0.029



0.322



5.061



0.049



0.572



Conc



0.136



17.276



4455.491



23.560



0.496



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 16:28



Sample Name mp18106-sd1



Sample Type Sample



File Name 052SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 103 of 133



Inst QC: MA47752



500 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



93.6



92.8



91.7



87.1



91.1



Pulse



88.6



89.9



91.3



89.1



93.2



93.0



0.57



94.8



97.9



99.2



99.1



99.9



0.11



1.04



1.36



0.66



0.56



0.76



3.72



4.64



1.02



1.61



0.43



1.30



38,527.52



249,066.94



364,297.90



2.84



4.87



3.69



1,278,918.04



440,114.72



1,502,929.91



149,073.21



940,374.34



85,850.22



2,934,180.00



3,996,941.82



399,180.70



2,415,912.10



93,275.53



77,842.20



2,894,253.39



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 104 of 133



Inst QC: MA47752



501 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



89.8



97.7



98.9



RSD(%)



2.00



2.89



3.49



CPS



872,565.77



2,272,029.55



608,051.99



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.625E-01



2.699E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.067E+00



1.060E+00



2.806E+00



4.624E-01



2.223E-01



1.352E-01



8.740E-01



6.083E-02



2.024E+00



2.574E+00



1.450E+00



2.210E+02



2.175E-01



9.837E-01



4.163E+01



2.023E+01



7.325E+00



1.399E+01



3.299E-01



2.004E-01



1.699E-01



6.573E-02



7.056E-01



2.446E-01



Ratio



2.471E-01



5.482E-01



1.659E+00



6.656E-01



1.313E-01



266,103.95



43,843.25



21,083.84



59,005.32



114,616.28



10,334.64



191,941.57



244,068.62



137,533.33



20,955,680.84



385,615.79



100,542.91



3,947,167.34



1,918,053.05



694,615.86



1,326,868.18



82,874.49



5,767.93



694,654.86



268,789.01



1,671,740.13



579,640.77



515,354.02



2,330,684.96



0.86



2.67



CPS



215,616.76



478,325.66



3,770,021.51



1,967,797.21



388,197.30



969,162.09



588,682.72



1.93



1.75



1.44



0.91



1.34



1.47



1.31



2.20



1.22



1.20



1.26



2.40



1.15



0.78



0.79



0.71



1.15



0.79



0.48



0.71



0.41



0.28



1.66



1.44



RSD(%)



1.61



1.98



0.19



0.42



0.40



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.894



204.829



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



52.750



51.830



52.179



52.138



52.564



51.775



5253.348



51.569



51.785



50.789



51.857



5354.087



52.808



53.052



5063.615



5200.263



4929.189



5010.120



51.619



52.891



52.799



51.871



52.943



52.307



Conc



53.887



108.325



4989.683



53.341



52.513



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 16:33



Sample Name CCVA



Sample Type CCV



File Name 053_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 105 of 133



Inst QC: MA47752



502 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.2



93.2



91.1



85.4



91.9



Pulse



90.1



89.7



90.1



88.4



93.6



93.7



0.70



96.9



98.0



101.5



102.1



97.9



1.10



1.14



0.20



0.21



2.47



0.35



4.93



3.42



0.66



1.18



0.40



1.19



38,286.90



244,160.99



367,514.29



3.36



3.78



3.81



1,261,953.70



436,609.91



1,509,994.59



150,178.11



906,007.71



86,204.71



2,937,732.85



4,089,166.29



411,549.84



2,368,809.29



94,827.94



77,636.63



2,956,091.94



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 106 of 133



Inst QC: MA47752



503 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.309E-04



1.322E-03



5.736E-03



1.652E-03



0.000E+00



2.833E-03



6.346E-03



4.598E-04



7.235E-02



1.053E-04



4.422E-04



8.530E-02



2.430E-03



4.213E-03



3.728E-02



3.699E-05



9.797E-04



1.443E-04



1.150E-05



2.392E-04



1.142E-04



Ratio



2.105E-05



1.088E-02



4.136E-03



2.175E-04



1.153E-04



540.02



266.68



597.80



43.33



6,811.74



31.09



124.45



8,029.04



228.89



396.68



3,510.49



155.56



0.00



580.04



46.67



580.04



276.68



256.68



1,073.39



CPS



18.67



9,616.86



9,340.18



653.38



346.69



110.01



2,917.10



842.89



-1747.90



1311.75



27.02



0.00



107.68



21.03



-432.89



5.18



119.42



162.98



22.54



22.64



8.32



-44.85



45.51



3.07



4.68



790.73



6.56



591.28



RSD(%)



9.80



0.51



15.01



31.36



19.67



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.000



0.000



0.001



2.574



-0.009



0.002



0.033



0.000



0.694



0.005



0.002



2.885



0.467



1.920



-0.519



0.005



0.095



0.037



0.000



0.013



0.001



Conc



0.015



1.999



3.799



0.005



0.038



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 16:38



Sample Name CCB



Sample Type CCB



File Name 054_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 107 of 133



Inst QC: MA47752



504 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



92.0



93.9



91.0



88.7



91.9



Det



Pulse



Pulse



Pulse



Pulse



89.5



88.8



91.7



88.8



91.7



91.4



0.53



ISTD Recovery%



91.0



97.0



98.0



98.3



99.3



99.9



100.5



100.2



1.13



1.02



0.76



1.16



1.86



0.83



3.01



4.19



1.20



0.47



0.83



0.70



38,227.91



253,617.99



367,842.34



RSD(%)



1.82



2.49



4.03



3.06



2.05



3.74



1,284,461.44



438,769.47



1,478,607.65



146,501.60



924,366.60



86,827.41



2,977,408.47



4,022,964.84



405,134.41



2,422,614.13



94,167.86



76,853.38



CPS



884,060.38



2,256,891.06



602,285.07



3,000,756.31



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.098E-03



9.229E-04



2.315E-03



2.025E-04



1.239E-05



Ratio



217.78



19.00



5.44



482.24



35.33



CPS



-5.78



74.58



-541.27



70.53



43.28



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.424



0.244



-0.009



0.030



0.004



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Raw Data MA47752    page 108 of 133



Inst QC: MA47752



505 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



143.5



162.9



151.9



RSD(%)



27.72



29.81



26.54



CPS



1,394,460.59



3,787,551.30



933,782.80



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.997E-03



3.488E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.150E-03



3.091E-02



1.081E-02



4.037E-03



1.957E-02



4.120E-06



1.453E-02



1.458E-04



2.463E-03



3.014E-02



1.150E-01



1.508E+00



1.312E-04



6.200E-04



6.221E-01



7.810E-02



3.170E-03



7.983E-02



6.081E-05



8.100E-04



3.496E-04



1.796E-04



4.179E-04



1.581E-04



Ratio



1.819E-05



6.677E-03



3.601E-02



5.152E-03



1.605E-04



1,402.33



505.57



2,316.37



1.94



2,056.29



34.00



312.23



3,570.82



13,648.73



179,756.07



265.07



3,730.91



74,753.43



9,273.26



432.26



9,760.74



1,745.77



18.89



2,143.65



1,110.09



1,516.83



593.38



463.37



2,260.19



-1201.29



-38.68



CPS



28.00



8,807.47



121,862.36



22,892.07



736.72



273.35



3,784.19



105.90



107.68



129.52



197.60



112.94



401.37



114.57



72.44



-635.43



131.32



111.78



111.81



170.11



145.24



115.95



111.75



63.96



183.59



55.57



175.33



73.02



67.20



59.31



136.29



RSD(%)



19.93



33.47



59.22



60.32



52.53



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-5.519



-24.127



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.973



180.985



11.931



23.261



576.164



0.092



10012.969



14.328



-0.912



62.866



512.014



4434.655



1.392



1.455



8535.415



2490.212



152.247



1844.693



1.103



6.263



12.541



16.646



3.323



1.339



Conc



1.771



146.038



12475.991



50.014



7.038



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 16:44



Sample Name mp18106-sd1



Sample Type Sample



File Name 055SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



506 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Mix



Mix



Pulse



Mix



Pulse



Pulse



138.0



244.3



230.8



211.2



203.3



Mix



136.0



133.3



138.9



134.2



140.0



142.8



3.54



170.2



173.0



183.3



162.6



173.1



24.86



25.89



24.72



3.25



2.81



3.42



29.72



39.88



23.38



22.95



24.65



23.48



96,976.33



603,631.80



813,459.60



37.95



39.57



39.13



1,945,107.63



662,950.66



2,258,397.52



228,966.49



1,386,131.75



225,963.86



5,186,139.58



7,381,930.31



655,102.28



4,186,474.31



143,152.93



115,426.82



5,194,935.44



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



507 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



87.1



RSD(%)



1.45



CPS



846,034.92



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.819E-03



7.765E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.046E-03



7.802E-02



2.533E-02



1.337E-02



3.293E-01



1.378E-05



2.665E-01



1.128E-03



2.961E-02



1.068E-01



1.151E+00



1.777E+02



3.401E-04



1.445E-03



1.466E+00



1.352E+00



1.153E-01



4.640E-01



5.710E-05



3.043E-03



4.530E-04



8.339E-04



1.134E-04



3.600E-04



Ratio



1.584E-05



1.963E-02



5.227E-01



8.213E-02



8.405E-04



2,320.23



1,225.63



30,151.03



5.92



1,634.57



29.33



2,712.52



9,784.75



105,367.59



16,271,082.69



828.33



7,146.39



134,229.34



123,836.27



10,558.52



42,487.72



24,410.42



103.34



1,823.53



3,363.89



276.68



880.07



830.06



3,530.34



29.27



177.04



CPS



13.33



16,607.84



1,159,651.39



244,089.89



2,497.01



166.68



8,900.02



2.67



1.30



1.40



5.27



2.89



116.69



0.35



11.97



2.24



7.74



1.81



1.36



9.31



0.91



1.88



2.12



6.09



2.92



13.00



5.39



7.62



4.25



29.89



16.42



RSD(%)



23.35



3.61



0.96



1.94



3.95



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.204



1.323



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



1.132



37.535



3.660



12.445



778.511



0.044



15967.956



9.478



6.883



20.190



411.319



43039.185



0.619



0.561



1710.544



3475.056



767.116



1526.912



0.082



6.415



1.325



6.496



0.037



0.539



Conc



0.137



37.317



15657.309



65.701



3.283



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 10.000



Auto Dilution N/A



Total Dilution 10.000



Acq Time 11/4/2019 16:49



Sample Name jc97513-24



Sample Type Sample



File Name 056SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



508 of 555



JC97617



7
7.2











Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.5



92.0



90.1



87.4



91.3



Pulse



Pulse



Pulse



87.0



86.3



89.8



86.6



90.8



90.9



0.14



95.4



95.2



97.4



97.6



100.1



100.6



101.1



1.13



1.58



1.03



1.22



0.91



1.30



4.59



3.34



1.65



1.12



0.34



0.53



37,862.40



249,753.30



365,479.60



2.89



3.87



2.51



3.33



3.70



1,257,133.46



427,896.77



1,464,836.64



145,754.70



909,440.69



85,079.02



2,925,901.41



4,031,337.75



405,188.68



2,444,227.20



91,596.61



74,727.14



2,218,998.46



585,488.12



2,971,211.83



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



509 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



85.3



RSD(%)



1.86



CPS



828,985.27



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.902E-03



7.278E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.249E-02



7.153E-02



2.604E-02



1.832E-02



2.726E-01



1.411E-05



4.975E-01



7.714E-04



2.496E-02



1.035E-01



2.159E+00



1.678E+02



1.710E-04



7.590E-04



2.913E+00



2.634E+00



3.714E-02



8.585E-01



2.357E-05



1.431E-03



4.699E-04



9.182E-04



1.269E-04



1.968E-04



Ratio



1.272E-05



3.254E-02



9.861E-01



1.581E-01



8.502E-04



2,324.68



1,635.67



24,343.88



5.91



796.70



26.67



2,227.99



9,240.23



192,781.36



14,981,841.07



1,115.16



6,386.00



260,140.75



235,186.06



3,314.88



76,655.45



44,427.38



68.89



1,916.89



3,737.34



306.68



473.36



413.36



1,830.14



-4.75



218.19



CPS



10.67



26,975.12



2,128,595.13



459,120.37



2,467.00



70.00



4,177.48



4.82



4.22



4.43



3.95



1.57



114.11



1.16



23.21



9.51



9.65



2.57



3.04



69.44



29.27



1.84



2.41



6.70



2.73



94.73



11.37



7.09



3.86



46.54



14.38



RSD(%)



20.07



1.12



0.75



2.19



3.72



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.316



0.476



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.789



17.179



1.896



9.025



322.288



0.023



14937.027



3.226



2.846



9.770



386.042



20325.936



0.104



0.096



1737.158



3385.421



120.409



1471.764



0.015



1.073



0.689



3.581



0.024



0.095



Conc



0.065



31.428



14807.967



63.301



1.661



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 16:54



Sample Name jc97513-24f



Sample Type Sample



File Name 057SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



510 of 555
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7
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Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



90.0



90.0



87.2



84.3



89.8



Pulse



Pulse



Pulse



84.9



84.2



87.9



84.8



90.3



91.4



0.58



92.8



94.3



95.1



97.2



101.1



102.1



99.5



0.96



0.28



0.51



0.52



0.38



0.50



4.66



2.49



1.47



1.47



0.39



0.46



36,624.52



240,900.37



359,146.24



2.90



3.59



2.72



3.76



5.05



1,230,865.37



418,809.44



1,455,739.07



146,507.63



904,329.24



83,276.04



2,914,749.27



4,070,389.94



411,609.15



2,407,183.82



89,305.39



72,942.41



2,158,941.27



579,719.49



2,902,951.62



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Inst QC: MA47752



511 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



90.4



95.6



96.0



RSD(%)



1.90



2.82



3.12



CPS



878,358.26



2,224,270.85



590,068.30



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.707E-03



7.375E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.737E-03



7.590E-02



2.032E-02



7.797E-03



5.019E-02



4.488E-06



3.834E-02



4.007E-04



4.191E-03



8.395E-02



2.841E-01



3.794E+00



2.253E-04



1.059E-03



1.504E+00



1.928E-01



5.192E-03



1.832E-01



1.087E-04



1.404E-03



9.564E-04



3.843E-04



8.359E-04



2.449E-04



Ratio



1.507E-05



6.304E-03



7.608E-02



1.077E-02



3.238E-04



1,907.94



732.25



4,712.16



1.93



743.36



28.00



393.34



7,877.95



26,674.73



356,201.27



444.61



7,127.48



141,218.80



18,104.04



487.84



17,204.22



3,599.40



37.78



3,753.82



1,520.17



2,000.24



583.37



540.03



2,533.55



-11.35



173.92



CPS



13.33



5,539.00



169,256.24



31,684.63



950.08



316.68



4,104.15



8.05



1.17



7.22



18.30



1.78



387.95



6.23



68.80



19.68



12.04



2.90



3.05



22.56



11.31



0.87



4.56



32.02



2.72



19.28



8.38



55.37



6.92



8.68



16.69



RSD(%)



14.97



4.74



1.84



1.55



13.99



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-37.785



12.821



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



7.166



456.185



34.077



76.538



1481.348



0.110



27928.842



41.351



4.622



195.825



1268.042



11358.284



4.249



4.419



21964.590



6176.933



322.380



6484.701



2.040



25.929



36.122



36.844



7.243



3.660



Conc



1.686



136.814



27564.425



106.336



15.200



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 125.000



Auto Dilution N/A



Total Dilution 125.000



Acq Time 11/4/2019 17:00



Sample Name mp18106-sd1



Sample Type Sample



File Name 058SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 115 of 133



Inst QC: MA47752



512 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.8



93.9



90.5



87.6



90.5



Pulse



89.2



88.7



91.2



88.1



90.4



91.0



0.48



96.4



97.6



98.3



98.4



98.7



1.09



0.97



0.97



0.93



1.07



0.24



3.08



4.50



0.90



0.71



0.18



0.84



38,042.92



250,386.72



362,058.97



2.67



3.42



3.16



1,276,712.97



435,454.58



1,457,263.94



145,890.48



901,953.68



86,842.13



2,925,169.85



3,958,396.92



396,607.43



2,388,476.99



93,902.17



76,788.45



2,941,101.41



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 116 of 133



Inst QC: MA47752



513 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



Time(sec)



0.10



Det



Pulse



ISTD Recovery%



78.5



RSD(%)



2.47



CPS



762,950.31



MassElement



Li



ISTD Table



Tune



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.193E-03



7.070E-04



Det



Pulse



Pulse



Mix



Pulse



Pulse



Pulse



Pulse



9.761E-02



2.023E-01



1.001E-01



5.626E-02



1.533E-03



7.246E-05



1.737E+00



4.665E-03



7.594E-02



1.832E-01



1.176E+00



3.533E+01



9.232E-04



4.189E-03



1.370E+02



2.365E+01



3.677E-01



3.596E+00



4.766E-05



1.604E-03



2.927E-04



5.198E-02



5.792E-04



9.766E-04



Ratio



1.184E-04



6.899E-02



3.434E+00



1.218E+00



2.318E-03



8,229.21



4,623.05



126.00



28.20



858.93



25.33



6,241.50



15,058.35



96,625.75



2,903,373.63



8,021.26



16,624.59



11,261,527.33



1,943,807.84



30,213.16



295,508.94



142,738.60



383.34



1,163.44



206,426.46



1,320.12



2,230.33



2,107.49



9,563.21



-11.68



282.16



CPS



90.67



52,622.50



6,930,609.06



3,250,854.12



6,188.36



130.01



4,387.57



3.33



1.97



3.19



1.62



12.78



65.30



1.71



7.16



2.44



1.96



1.44



2.44



16.87



4.31



1.79



1.49



7.61



2.81



51.85



5.71



5.03



0.80



5.38



4.20



RSD(%)



23.02



3.46



9.77



1.32



4.44



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.410



0.159



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.524



19.672



3.519



12.210



0.689



0.054



20895.303



7.894



3.750



7.059



84.070



1710.078



0.407



0.408



33375.193



12162.523



493.059



2554.485



0.014



0.520



0.165



82.043



0.077



0.372



Conc



0.072



26.997



20670.199



195.320



1.838



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:05



Sample Name jc97564-1



Sample Type Sample



File Name 059SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 117 of 133



Inst QC: MA47752



514 of 555



JC97617



7
7.2











Quantitation Report



ISTD Recovery% Det Time(sec) Rep



3



3



3



3



3



Tune Element Mass CPS RSD(%)



3



3



3



3



3



3



0.30



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



84.3



86.9



85.6



79.3



89.0



Pulse



Pulse



Pulse



78.1



80.0



81.1



79.3



88.1



90.4



0.70



86.9



88.2



87.4



91.2



98.6



101.4



94.4



0.64



0.62



0.44



1.17



1.50



0.34



5.47



4.11



0.42



0.77



0.87



2.41



35,984.00



226,759.29



355,905.58



3.00



3.19



2.64



3.85



3.33



1,135,320.61



391,682.04



1,420,307.72



144,835.46



847,354.69



80,376.73



2,734,271.72



3,970,846.61



408,731.31



2,282,289.81



82,180.76



69,272.09



2,022,181.01



541,970.25



2,667,434.60



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1



1



1
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Raw Data MA47752    page 118 of 133



Inst QC: MA47752



515 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



80.1



89.5



90.1



RSD(%)



1.62



2.64



3.39



CPS



778,589.85



2,080,461.48



553,627.28



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.505E-03



9.152E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



4.517E-02



1.494E-01



4.668E-02



2.802E-02



8.538E-04



3.570E-05



7.014E-01



1.576E-03



3.308E-02



1.530E-01



4.809E-01



1.475E+01



4.084E-04



2.199E-03



5.085E+01



9.687E+00



1.284E-01



1.472E+00



3.268E-05



1.140E-03



2.221E-04



2.137E-02



2.983E-04



5.070E-04



Ratio



6.677E-05



3.043E-02



1.349E+00



4.901E-01



1.096E-03



4,048.43



2,430.25



74.00



14.70



618.91



33.33



2,869.23



13,271.06



41,709.59



1,279,699.53



3,918.27



12,953.99



4,410,707.18



840,138.34



11,139.19



127,685.75



60,829.89



136.67



886.73



85,167.03



693.38



1,173.44



950.07



5,063.66



-4.48



57.50



CPS



52.00



23,686.98



2,806,076.31



1,361,363.76



3,043.81



93.34



3,210.52



4.15



1.18



2.00



4.58



17.77



36.51



1.74



9.07



4.43



5.83



1.79



2.04



7.73



35.18



0.55



0.72



3.85



2.52



85.63



7.14



11.14



0.84



10.78



15.31



RSD(%)



11.81



2.52



0.36



0.14



2.86



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-1.714



1.189



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.909



36.225



3.818



14.526



0.919



0.064



21072.097



6.637



3.886



14.661



85.914



1782.346



0.392



0.484



30939.678



12451.466



427.663



2573.664



0.022



0.687



0.303



84.289



0.088



0.427



Conc



0.124



29.341



20271.756



196.354



2.152



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 5.000



Auto Dilution N/A



Total Dilution 5.000



Acq Time 11/4/2019 17:11



Sample Name jc97564-1



Sample Type Sample



File Name 060SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 119 of 133



Inst QC: MA47752



516 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



88.4



89.8



86.7



83.1



90.5



Pulse



82.4



82.5



85.0



83.3



89.2



91.9



0.47



91.0



93.9



99.0



101.5



96.0



0.73



0.83



0.24



0.30



0.47



0.60



4.88



4.39



0.62



1.05



0.88



1.09



36,439.75



237,437.55



362,057.63



3.56



3.07



3.78



1,190,923.39



411,354.34



1,438,668.76



147,259.03



888,363.12



83,045.83



2,814,981.08



3,985,812.65



409,206.98



2,322,386.32



86,733.46



71,465.72



2,777,935.69



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Raw Data MA47752    page 120 of 133



Inst QC: MA47752



517 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



78.2



87.1



88.9



RSD(%)



3.15



3.13



3.43



CPS



759,847.22



2,025,389.92



546,511.55



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.900E-03



7.761E-04



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.261E-02



1.247E-02



5.291E-02



3.591E-02



1.047E-03



1.461E-05



1.334E+00



6.699E-03



6.657E-02



8.595E-01



1.918E-01



9.542E+00



7.835E-04



3.614E-03



1.512E+01



1.428E+01



3.549E-01



1.462E+00



4.079E-05



1.465E-03



2.632E-04



9.289E-03



2.566E-04



9.341E-04



Ratio



7.369E-05



4.575E-02



2.644E+00



6.112E-01



1.142E-03



4,416.32



2,998.15



87.33



5.77



751.14



28.67



5,555.64



71,737.95



16,008.32



796,449.10



1,886.90



1,041.17



1,262,135.47



1,192,191.48



29,617.33



122,019.47



111,310.69



558.96



1,063.42



37,678.54



603.37



2,203.76



1,837.18



8,502.45



-7.59



140.28



CPS



56.00



34,767.73



5,355,632.32



1,685,536.07



3,143.84



113.34



4,067.44



2.05



4.94



4.52



5.46



7.99



0.62



2.02



20.40



3.59



1.64



1.63



2.22



18.89



6.27



1.34



2.16



4.11



3.54



12.97



9.76



19.01



0.83



6.92



11.21



RSD(%)



11.16



0.29



0.41



0.84



5.81



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.527



0.264



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.578



1.090



1.760



7.598



0.459



0.010



16039.458



11.343



3.270



33.796



13.686



460.333



0.339



0.346



3669.465



7344.404



475.881



1021.952



0.011



0.447



0.147



14.647



0.029



0.353



Conc



0.053



17.800



15911.742



97.967



0.897



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:16



Sample Name jc97564-2



Sample Type Sample



File Name 061SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



518 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



86.7



91.8



88.5



84.3



93.5



Pulse



79.3



80.1



83.1



80.0



89.1



91.1



5.15



90.4



92.6



100.7



102.0



97.4



1.28



0.54



0.67



4.10



4.37



4.89



4.49



4.72



1.12



1.81



0.34



0.33



37,173.99



240,941.80



374,201.15



3.67



2.37



5.19



1,163,120.20



395,259.30



1,436,757.62



146,104.54



871,486.44



84,947.76



2,774,785.19



4,057,279.11



411,215.27



2,354,820.17



83,466.12



69,326.91



2,756,980.17



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



519 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



5.132E-03



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



7.832E-02



4.890E-02



9.662E-02



9.993E-02



1.433E-03



1.273E-04



2.165E-01



4.921E-03



1.280E-01



2.654E-01



6.747E-01



3.307E+01



1.035E-03



4.404E-03



3.310E+01



3.309E+00



3.345E-01



1.065E+00



1.457E-04



4.118E-03



4.494E-04



9.163E-03



5.614E-04



1.057E-03



Ratio



1.707E-04



2.046E-02



4.254E-01



1.262E-01



2.785E-03



7,941.27



8,214.77



117.67



51.18



2,059.08



10,523.05



21,815.11



55,450.72



2,718,167.88



6,436.46



4,019.52



2,720,043.85



271,961.01



27,488.66



87,520.71



17,799.29



404.49



1,790.20



36,425.03



1,310.13



2,470.37



2,410.56



10,279.27



8.07



CPS



128.00



15,350.90



840,108.24



339,352.93



7,482.38



396.69



11,225.21



1.76



1.47



1.75



3.08



13.78



34.74



1.13



17.21



0.98



0.95



0.59



1.36



14.79



4.57



1.32



1.98



4.81



1.31



7.32



2.37



9.01



0.67



4.72



4.86



RSD(%)



9.49



3.36



0.73



2.07



5.68



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.766



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



2.024



4.657



3.388



22.112



0.642



0.096



2592.208



8.328



6.420



10.309



48.227



1600.745



0.461



0.432



8049.503



1701.350



448.421



736.948



0.044



1.852



0.263



14.449



0.075



0.406



Conc



0.095



7.792



2545.584



20.201



2.212



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2
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Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:22



Sample Name jc97617-1



Sample Type Sample



File Name 062SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



520 of 555



JC97617



7
7.2











Quantitation Report



RSD(%) CPS Ratio Det Time(sec) Rep



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.3



87.2



86.8



81.3



88.6



Det



Pulse



Pulse



Pulse



Pulse



78.1



80.9



83.9



81.2



88.5



89.8



0.36



ISTD Recovery%



77.2



84.9



87.3



88.1



90.9



98.7



99.8



96.6



1.16



0.99



0.46



0.88



1.51



0.75



5.56



3.39



1.21



1.19



0.70



0.83



36,449.75



232,278.51



354,462.77



RSD(%)



1.76



2.52



3.49



3.18



3.76



4.33



1,174,487.94



401,231.24



1,427,807.97



143,899.42



877,137.76



80,641.81



2,724,889.37



3,974,443.17



402,199.84



2,335,707.73



82,188.47



70,015.79



CPS



750,381.62



1,974,756.32



536,967.20



2,689,580.84



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



30.50Pulse8.388E-0430.67105.11ug/l



Units



0.3593Se
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Inst QC: MA47752



521 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.333E-03



4.828E-03



1.183E-01



1.841E-02



2.937E-04



5.558E-03



6.870E-05



1.101E-02



1.918E-02



5.169E-03



1.229E-01



1.575E-04



6.323E-04



2.018E-01



8.019E-03



5.364E-03



5.076E-02



2.547E-05



1.328E-03



1.413E-04



5.828E-04



9.940E-05



1.357E-04



Ratio



3.690E-05



7.417E-03



1.113E-02



5.776E-03



1.511E-04



9,557.90



1,486.77



23.67



888.93



1,549.00



417.79



9,924.79



107.75



390.01



16,296.21



647.80



433.35



4,099.55



448.90



5.56



560.04



2,310.30



236.68



323.35



373.35



1,503.43



CPS



28.00



5,627.96



22,211.95



15,956.71



420.03



70.00



3,663.97



18.81



6.32



0.60



2.53



38.50



0.97



204.74



7.57



3.32



9.36



1.16



29.37



5.33



3.67



4.22



11.50



7.48



62.41



10.60



2.75



7.52



26.86



109.49



RSD(%)



6.23



2.53



2.88



1.87



27.41



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.026



0.342



4.198



3.630



0.103



52.169



0.099



0.423



0.572



0.336



3.839



0.035



0.025



34.158



3.808



5.389



8.640



0.007



0.374



0.071



0.903



0.005



0.012



Conc



0.036



2.629



49.723



0.900



0.105



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:27



Sample Name jc97617-2



Sample Type Sample



File Name 063SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 125 of 133



Inst QC: MA47752



522 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



86.6



87.2



86.7



82.2



88.3



Det



Pulse



Pulse



Pulse



Pulse



76.7



79.6



83.2



79.5



86.9



88.0



0.64



ISTD Recovery%



78.1



85.8



88.4



90.6



92.0



98.4



99.3



98.3



0.17



1.26



1.28



0.52



1.57



0.36



4.87



3.97



1.30



1.25



1.00



0.87



36,446.39



235,026.67



353,356.41



RSD(%)



1.18



2.74



3.53



3.98



3.34



3.57



1,165,267.46



392,811.18



1,401,873.18



141,042.30



870,192.76



80,638.39



2,757,157.76



3,964,372.02



400,053.39



2,378,172.88



80,762.88



68,885.64



CPS



758,839.00



1,996,246.53



543,310.82



2,764,049.96



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.830E-03



4.928E-04



1.667E-05



Ratio



6.55



718.92



18.00



CPS



-6.43



-92.93



101.75



RSD(%)



ug/l



ug/l



ug/l



Units



-0.555



-0.167



0.0112



2



3



Sn



Se



Cd
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Inst QC: MA47752



523 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.026E-04



1.991E-03



1.003E-02



2.689E-02



2.517E-04



7.690E-03



1.214E-04



9.520E-03



1.438E-02



1.963E-03



1.329E-01



2.051E-04



9.141E-04



1.502E-01



1.388E-02



4.155E-03



4.867E-02



2.161E-05



9.550E-04



1.240E-04



5.488E-05



1.344E-04



2.413E-04



Ratio



6.983E-06



4.506E-03



1.662E-02



7.685E-04



6.981E-05



823.37



2,206.88



20.67



781.15



1,180.07



161.12



10,902.19



16.64



163.33



12,327.72



1,138.95



341.12



3,993.96



631.13



10.00



496.70



220.01



320.02



573.37



486.70



2,173.50



CPS



5.33



3,444.97



33,822.09



2,120.26



193.34



60.00



2,660.37



-34.79



47.15



10.22



5.07



21.84



3.35



131.40



11.68



6.15



12.61



4.10



30.34



12.67



2.11



8.39



24.85



23.44



38.65



19.17



18.83



37.71



4.40



25.82



RSD(%)



11.25



6.56



0.85



7.20



25.03



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



-0.003



0.065



0.162



5.553



0.083



77.834



0.188



0.347



0.383



0.107



4.321



0.058



0.055



21.588



6.822



3.761



7.144



0.005



0.177



0.060



0.069



0.011



0.057



Conc



0.023



1.477



82.779



0.097



0.040



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Zn



As



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:32



Sample Name mp18041-mb1 4



Sample Type Sample



File Name 064SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 127 of 133



Inst QC: MA47752



524 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



85.9



88.7



87.3



83.3



88.0



Det



Pulse



Pulse



Pulse



Pulse



78.0



79.3



83.7



79.4



87.4



88.3



0.33



ISTD Recovery%



78.7



87.5



88.8



90.5



93.1



99.4



99.5



98.4



1.29



1.66



0.58



0.84



1.35



0.55



3.97



2.44



0.43



0.59



0.07



1.32



36,686.96



238,038.53



352,152.36



RSD(%)



1.72



2.74



3.35



3.28



3.97



3.80



1,171,870.79



392,295.83



1,409,937.44



141,609.60



863,085.78



82,059.09



2,790,396.36



4,002,223.90



400,779.33



2,380,350.64



82,068.72



68,644.57



CPS



764,240.66



2,035,450.18



545,821.06



2,760,783.60



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



Rep



0.30



0.50



0.30



Time(sec)



Pulse



Pulse



Pulse



Det



1.215E-03



6.008E-04



8.468E-06



Ratio



3.29



476.68



22.00



CPS



-3.70



-8469.79



137.78



RSD(%)



ug/l



ug/l



ug/l



Units



-0.802



-0.003



0.0052



2



3



Sn



Se



Cd
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Inst QC: MA47752



525 of 555



JC97617



7
7.2











Quantitation Report



Rep



3



3



3



Time(sec)



0.10



0.10



0.10



Det



Pulse



Pulse



Pulse



ISTD Recovery%



91.0



97.6



97.9



RSD(%)



1.08



2.85



3.52



CPS



884,006.34



2,270,974.34



601,817.66



MassElement



Li



Sc



Ge



ISTD Table



Tune



1



1



1



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



0.50



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.562E-01



2.681E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



3.986E+00



1.030E+00



2.743E+00



4.553E-01



2.150E-01



1.325E-01



8.646E-01



6.011E-02



1.978E+00



2.500E+00



1.416E+00



2.163E+02



2.098E-01



9.562E-01



4.079E+01



1.984E+01



7.178E+00



1.375E+01



3.206E-01



1.974E-01



1.676E-01



6.494E-02



6.888E-01



2.376E-01



Ratio



2.429E-01



5.330E-01



1.637E+00



6.577E-01



1.299E-01



259,850.33



43,127.57



20,369.43



56,903.45



110,033.30



9,915.67



187,413.82



236,827.58



134,127.53



20,495,885.30



377,586.70



97,599.20



3,863,703.04



1,879,508.26



679,911.64



1,302,663.18



81,903.30



5,694.58



681,013.21



263,900.74



1,632,982.37



563,447.09



497,368.27



2,266,743.36



0.73



5.12



CPS



214,721.79



471,224.62



3,717,735.36



1,908,984.92



377,063.13



939,228.94



578,450.35



1.35



1.52



1.18



1.20



0.32



0.90



0.61



0.73



0.46



0.52



0.44



0.99



0.65



0.26



1.40



0.63



1.27



1.09



0.54



1.17



0.10



0.60



1.24



1.07



RSD(%)



1.72



0.91



0.64



0.56



0.84



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



50.631



203.443



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



51.702



50.362



51.001



51.335



50.830



50.755



5196.690



50.958



50.610



49.325



50.619



5240.815



50.937



51.566



4961.627



5100.720



4829.740



4923.610



50.161



52.101



52.082



51.249



51.686



50.811



Conc



52.969



105.314



4922.824



52.710



51.958



2



2



2



2



2



3



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Se



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 17:37



Sample Name CCVA



Sample Type CCV



File Name 065_CCV.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Inst QC: MA47752



526 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



0.30



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



89.0



92.3



88.0



83.2



90.2



Pulse



90.0



88.8



88.9



86.9



92.3



92.9



0.40



95.1



97.8



100.9



101.9



98.0



1.03



0.59



0.59



0.88



1.65



0.75



4.21



3.36



1.43



0.78



0.05



0.52



36,991.05



237,877.68



360,988.70



3.31



3.36



4.39



1,244,633.32



429,459.42



1,488,191.36



148,938.30



894,630.52



85,371.95



2,930,062.09



4,064,236.40



410,705.59



2,370,498.87



94,738.83



76,844.45



2,901,998.91



Tb



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



1
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Inst QC: MA47752



527 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



9.466E-04



1.785E-03



6.028E-03



1.785E-03



0.000E+00



3.184E-03



6.902E-03



7.762E-04



8.428E-02



1.363E-04



5.844E-04



9.422E-02



2.953E-03



4.260E-03



3.970E-02



5.452E-05



9.925E-04



1.467E-04



2.694E-05



3.484E-04



1.523E-04



Ratio



8.398E-05



1.030E-02



4.133E-03



2.999E-04



1.598E-04



544.46



287.78



623.35



70.00



7,611.07



85.53



161.11



8,507.10



266.67



384.46



3,584.95



161.11



0.00



576.70



106.67



816.72



356.69



320.02



1,373.42



CPS



73.33



8,987.51



9,123.30



866.74



463.36



153.34



2,810.41



40.37



39.41



95.98



30.63



0.00



124.40



17.53



51.05



2.29



5.00



18.16



5.97



11.34



16.81



108.74



36.33



17.44



10.94



49.21



19.45



41.56



RSD(%)



10.93



4.13



5.98



33.18



6.31



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



0.008



0.022



0.006



3.371



-0.009



0.011



0.044



0.011



0.984



0.012



0.010



3.972



0.602



1.952



0.349



0.008



0.098



0.037



0.013



0.021



0.009



Conc



0.029



1.885



3.790



0.011



0.056



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTDMass



Co



Ni



Cu



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 1.000



Auto Dilution N/A



Total Dilution 1.000



Acq Time 11/4/2019 17:42



Sample Name CCB



Sample Type CCB



File Name 066_CCB.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 131 of 133



Inst QC: MA47752



528 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



Element Mass ISTD Tune Conc



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



Pulse



Pulse



Pulse



Time(sec)



0.10



0.10



0.10



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



87.4



91.2



87.1



84.8



87.7



Det



Pulse



Pulse



Pulse



Pulse



85.8



84.8



87.7



84.7



87.7



88.2



0.63



ISTD Recovery%



89.8



94.9



94.3



95.0



94.6



97.6



97.4



97.1



0.78



1.06



0.66



0.55



1.02



0.74



4.77



3.44



0.92



0.30



1.02



0.77



36,605.61



242,324.75



350,946.19



RSD(%)



1.67



2.82



3.62



2.81



3.99



4.08



1,227,682.10



418,316.98



1,414,535.88



141,351.49



877,792.10



84,342.27



2,836,603.60



3,929,019.31



392,643.73



2,347,841.68



90,298.09



73,400.32



CPS



872,904.86



2,206,852.93



579,563.18



2,897,939.64



Tb



Mass



Tb



Ho



Bi



Sc



Ge



Rh



Ho



Bi



Sc



Ge



Rh



In



3



3



3



Element



Li



Sc



Ge



Rh



In



Tb



2



2



2



2



2



3



1



1



1



1



2



2



ISTD Table



Tune



1



1



1



1



3



3



3



3



3



Rep



0.30



0.50



0.30



1.00



0.30



Time(sec)



Pulse



Pulse



Pulse



Pulse



Pulse



Det



1.434E-03



6.383E-04



7.731E-03



1.731E-04



5.280E-05



Ratio



697.80



15.67



22.07



600.02



23.33



CPS



-7.96



483.88



15.32



81.00



24.40



RSD(%)



ug/l



ug/l



ug/l



ug/l



ug/l



Units



-0.357



0.027



0.605



0.023



0.019



2



2



2



2



3



Sn



Se



Zn



As



Cd
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Inst QC: MA47752



529 of 555



JC97617



7
7.2











Quantitation Report



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



3



0.30



Rep



3



3



3



3



3



3



3



0.30



0.30



0.30



0.30



1.00



0.30



0.30



0.30



0.30



0.30



0.30



0.30



0.10



0.10



0.30



0.30



0.30



0.30



0.10



0.10



0.10



0.10



0.10



0.10



Time(sec)



0.25



0.15



0.10



0.10



0.10



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Analog



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



1.917E-01



Det



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



Pulse



2.919E+00



7.668E-01



2.015E+00



3.116E-01



1.445E-01



9.227E-02



3.383E-01



4.518E-02



1.443E+00



1.850E+00



1.038E+00



8.455E+01



1.573E-01



7.186E-01



1.589E+01



7.633E+00



2.659E+00



5.152E+00



2.290E-01



1.487E-01



1.163E-01



4.521E-02



5.013E-01



1.771E-01



Ratio



1.731E-01



2.016E-01



6.377E-01



4.748E-01



9.544E-02



171,411.88



26,516.77



12,297.53



36,826.34



76,516.59



122,748.87



157,366.80



88,283.71



7,193,881.94



248,347.65



65,244.50



1,351,858.39



649,428.76



226,206.00



438,403.79



28,782.07



3,843.91



467,421.88



181,795.31



1,174,588.34



415,033.67



368,542.43



1,683,984.83



0.88



CPS



135,778.85



158,078.04



1,312,648.55



1,312,287.66



263,781.34



636,826.93



413,479.21



1.60



2.24



2.35



0.87



3.02



1.10



2.23



3.47



2.94



2.28



2.45



1.85



0.05



0.34



1.19



1.95



2.11



1.13



0.83



0.82



1.45



0.74



2.16



1.18



RSD(%)



3.53



3.61



2.14



0.72



0.48



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.452



Units



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



ug/l



75.715



74.931



74.860



70.104



68.330



70.686



4057.435



76.602



73.783



72.940



74.188



4095.251



76.352



77.495



3856.057



3924.488



3576.815



3672.050



71.683



78.435



72.292



71.359



75.225



75.720



Conc



75.518



79.454



3824.470



76.093



76.327



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



2



1



1



1



1



1



1



Tune



1



1



1



1



1



1



1



ISTD



Sn



Mass



Co



Ni



Cu



Zn



As



Cd



Ca



Ti



V



Cr



Mn



Fe



Pb



Pb



Na



Mg



Al



K



Ag



Sn



Sb



Ba



Tl



Pb



Element



Be



B



Ca



Sr



Mo



3



Tune File



FullQuant Table



FQ Blank File



VIS Fit Point to Point



Tune Step
1
2



Last Calib 11/5/2019 7:38



Bkg File



Bkg Mode Count Subtraction except for ISTD



Interference File



Operator Name Metals



Acq Mode Spectrum



Cal Title



Cal Type External Calibration



Comment



Prep Dilution 2.000



Auto Dilution N/A



Total Dilution 2.000



Acq Time 11/4/2019 17:47



Sample Name mp18041-b1



Sample Type Sample



File Name 067SMPL.d



File Path C:\Agilent\ICPMH\1\DATA\.b110419m1.b



Method File



Method Path
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Raw Data MA47752    page 133 of 133
NOTE: The remaining raw data for this batch is not relevant to this job. As such it has been omitted.



Inst QC: MA47752



530 of 555



JC97617



7
7.2











Current Signal



%



W



TMP Revolution



Reflected Power



100.0



2



Pa



Pa



W



Meters



IF/BK Press



Analyzer Press



Forward Power



2.57E+2



1.06E-4



1499



V



V



V



-8.0



200



5.0



OctP Bias



OctP RF



Energy Discrimination



mL/min



mL/min



%



false



0.0



0.0



0



## Cell Parameters ##



Use Gas



He Flow



H2 Flow



3rd Gas Flow



V



V



V



V



-38



-60



15.8



-50



Cell Entrance



Cell Exit



Deflect



Plate Bias



V



V



V



V



0.0



-145.0



-60



9.7



## Lenses Parameters ##



Extract 1



Extract 2



Omega Bias



Omega Lens



rps



℃



L/min



0.10



2



Dilution Gas



0.55



Nebulizer Pump



S/C Temp



Gas Switch



Makeup/Dilution Gas



W



V



mm



L/min



%Option Gas



1500



1.65



7.8



0.55



0.0



## Plasma Parameters ##



RF Power



RF Matching



Smpl Depth



Carrier Gas



20.75



81.31



17.91



18.62



14.20



Integration Time [sec] 0.10



3.35



18.72



11.57



54.32



12.79



18.19



31.6



2.1



33.3



30.5



63.2



RSD [%]



3.68



2.86



3.04



2.17



3092.0



1.061 %



3.237 %



4.1



81.5



37.9



27



2



30



36



51



Avg. Count



1576.8



2728.8



4549.9



4461.4



3035



1.290 %



3.082 %



1



73



37



50



20



50



100



100



Count



1561



2799



4747



4575



5000



2



5



20



200



100



95



107



121



137



208



Range



2000



5000



5000



5000



205



156/140



70/140



9



11



88



[1]



Mass



7



59



89



140
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US EPA Tune Check Sample Report



Value UnitParameterNameUnit
%
V
V



ParameterName
3rd Gas Flow
OctP Bias
OctP RF



Value
0



-8.0
200



Unit



mL/min
mL/min
V



ParameterName
Use Gas
He Flow
H2 Flow
Energy Discrimination



Value
false



0.0
0.0
5.0



Unit



## Cell Parameters ##



ParameterName ValueValue
9.7
-38
-60



Unit
V
V
V



ParameterName
Omega Lens
Cell Entrance
Cell Exit



15.8



Unit
V
V
V
V



## Lenses Parameters ##



ParameterName
Extract 1
Extract 2
Omega Bias
Deflect



Value
0.0



-145.0
-60



Value UnitParameterNameUnit
L/min
%
rps



Option Gas
Nebulizer Pump



Value
0.55
0.0



0.10
V
mm
℃



RF Matching
Smpl Depth
S/C Temp



Value
1500
1.65
7.8



2



Y Axis = Linear



Tune Parameters



## Plasma Paramters ##



ParameterName
RF Power



Unit
W



ParameterName
Carrier Gas



X% = 10 Integration Time [sec] = 0.1 Acquisition Time [sec] = 235



0.900
0.900
0.900
0.900



Width-



X%



(Flag) 



0.694
0.738
0.719
0.727



Width-X%



(Required)
0.900
0.900
0.900
0.900
0.900



Width-X%



(Actual)
0.712
0.765
0.764
0.766
0.755



114.9 - 115.1
205.9 - 206.1
206.9 - 207.1
207.9 - 208.1



Axis 



(Flag)



115.05
206.05
207.00
208.00



Axis



(Required)
8.9 - 9.1



23.9 - 24.1
24.9 - 25.1
25.9 - 26.1
58.9 - 59.1



Axis



(Actual)
9.00



23.95
24.95
25.95
59.00



6714
60531
88088
20671
18698
44543



26
59



115
206
207
208



Integration Time [sec] = 0.1



Mass



9
24
25



Peak



Height
8797



43128
5773



40927



355115



453364



104033



95057



222684



352967



453651



104184



95111



224042



Replicate 5



Count



50732



261008



34820



Replicate 4



Count



50211



260240



34634



4081640881



353966



452076



103111



94708



221954



350213



446219



103057



94423



219719



Replicate 3



Count



49914



261589



34733



428769



98535



89871



212871



Replicate 2



Count



49405



258912



34103



40842



206



207



208



Replicate 1



Count



48483



251583



33638



39067



334590



9



24



25



26



59



115



Mass



5.00
5.00
5.00
5.00



RSD% 



(Flag)



2.36
2.26
2.38
2.00



RSD%



(Required)
5.00
5.00
5.00
5.00
5.00



446816
102584
93834



220254



RSD%



(Actual)
1.72
1.58
1.46
1.99
2.42



115
206
207
208



Count 



(Mean)
49749



258666
34386
40506



349370



Mass



9
24
25
26
59



Batch Folder C:\Agilent\ICPMH\1\DATA\.b110419m1.b
Report Comment
Instrument Name G3281A  JP12412081
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SGS North America Inc.



Batch ID Start Date Start Time End Date End time QC Samp 1 QC Samp 2
MP18106 10/30/2019 20:30 10/31/2019 8:20 JC97513-19



Block ID1 Therm. ID# Temperature Correction Corrected Temp
1 Start 5 2106305 94 0 94
1 End 5 2106305 94 0 94
2 Start
2 End



Dig. Method
Heating 
Method Auto Pipette #



Digestion 
Tube Lot #



SW846 3010A
Digestion 



Block M-74 1904119



Sample ID
Bottle 



Number Pres    (Y/N)



Initial 
Sample 
Volume



Final Volume 
in ML



Reagent 
Groups Added



Spike Groups 
Added Comments



MP18106-MB1 N/A N 50 50 AB
MP18106-B1 N/A N 50 50 AB ABCDE
MP18106-S1 1 Y 50 50 AB ABCDE
MP18106-S2 1 Y 50 50 AB ABCDE



MP18106-SD1 1 Y 50 50 AB
JC97513-19 1 Y 50 50 AB



JC97513-19F 2 Y 50 50 AB
JC97513-22 1 Y 50 50 AB



JC97513-22F 2 Y 50 50 AB
JC97513-23 1 Y 50 50 AB



JC97513-23F 2 Y 50 50 AB
JC97513-24 1 Y 50 50 AB



JC97513-24F 2 Y 50 50 AB
JC97513-25 1 Y 50 50 AB
JC97513-26 1 Y 50 50 AB
JC97564-1 1 Y 50 50 AB
JC97564-2 1 Y 10 50 AB CLOUDY
JC97564-3 1 Y 50 50 AB
JC97617-1 1 Y 10 50 AB CLOUDY
JC97617-2 1 Y 50 50 AB



Group Description MLs Used Group Description MLs Used
A CONC HNO3 3 A ACCUTEST 13B REV1 0.2
B 1:1 HCL 5 B ACCUTEST 14B REV1 0.2
C C MINERALS 1000PPM 0.2
D D AG 20PPM 0.2
E E SE 20PPM 0.8
F F
G G
H H



I



Comments:



Analyst TAYLORG Approved by Wendyz Approved on 10/31/2019



Note: Reagent traceability for batch Start Date  can be seen on the reagent traceability page for this batch.
Serial Dilution samples shown for QC purposes only.
Acceptable Temperature range is 90-95 degrees C unless otherwise noted



Aqueous Metals Digestion Form
Batch Information



Temperature



Methods and Equipment



Reagents Groups Spike Groups
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SGS North America Inc.



General Chemistry



QC Data Summaries



Includes the following where applicable:



• Method Blank and Blank Spike Summaries
• Duplicate Summaries
• Matrix Spike Summaries
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METHOD BLANK AND SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



MB                    Spike      BSP        BSP        QC       
Analyte                        Batch ID          RL         Result     Units      Amount     Result     %Recov     Limits   



Chromium, Hexavalent           GN1827            0.010      0.0        mg/l       0.150      0.15       100.0      90-110% 



Associated Samples: 
Batch GN1827: JC97617-1, JC97617-2
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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DUPLICATE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   DUP                   QC         
Analyte                        Batch ID          Sample       Units      Result     Result     RPD        Limits     



Chromium, Hexavalent           GN1827            JC97617-1    mg/l       0.0058 U   0.0        0.0        0-20%     



Associated Samples: 
Batch GN1827: JC97617-1, JC97617-2
(*) Outside of QC limits



__________________________________________________________________________________________________________________________
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MATRIX SPIKE RESULTS SUMMARY 
GENERAL CHEMISTRY



Login Number: JC97617 
Account: EAENYS - EA Engineering 



Project: Puchack Well Field Phase II RA/Pre Drilling, Pennsauken,NJ



QC                      Original   Spike    MS                    QC         
Analyte                        Batch ID          Sample       Units      Result     Amount   Result     %Rec       Limits     



Chromium, Hexavalent           GN1827            JC97617-1    mg/l       0.0058 U   0.150    0.15       100.0      85-115%   



Associated Samples: 
Batch GN1827: JC97617-1, JC97617-2
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits



__________________________________________________________________________________________________________________________
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SGS North America Inc.



General Chemistry



Raw Data
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